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353 Christian Street, Unit #13
Oxford, CT 06478

® (203) 262-9245
ENGINEER TEST CONSULT
P.E. EVALUATION REPORT (PEER)
Tremco CPG, Inc. PEER-TRM-004.A.R11
3735 Green Road FL15545-R11 (NON-HVHZ)
Beachwood, OH 44122 Date of Issuance: 04/27/2012
(800) 562-2728 Revision 11: 04/14/2026

SCOPE:

This P.E. Evaluation Report (henceforth ‘PEER’) is issued under F.A.C. Rule 61G20-3 and the applicable rules and regulations governing the
use of construction materials in the State of Florida. The documentation submitted has been reviewed by Robert Nieminen, P.E. for
compliance with the 8th Edition (2023) Florida Building Code sections noted herein.

DEescrIPTION: AlphaGuard™ Fluid Applied Roof Systems (NON-HVHZ)

LABELING: Labeling shall be in accordance with the requirements of the Accredited Quality Assurance Agency noted herein.

CoNTINUED CoMPLIANCE: This PEER is valid until such time as the named product(s) changes, the referenced Quality Assurance or production
facility location(s) changes, or Code provisions that relate to the product(s) change. Acceptance of our PEERs by the named client constitutes
agreement to notify NEMO ETC, LLC of any changes to the product(s), the Quality Assurance or the production facility location(s). NEMO
ETC, LLC requires a complete review of its PEER relative to updated Code requirements with each Code Cycle. Reference is made to the
Nemo | etc. Directory of P.E. Evaluations to ascertain the status and/or current version of this PEER. If the PEER is not listed at the Nemo
Directory, then it is no longer valid.

ADVERTISEMENT: “NEmo P.E. Evaluated” may be displayed in advertising literature. If any portion of the PEER is displayed, then it shall be in
its entirety.

INsPECTION: Upon request, a copy of this entire PEER shall be provided to the user by the manufacturer or its distributors and shall be available
for inspection at the job site at the request of the Building Official.

This PEER consists of pages 1 through 6, plus a 108-page Appendix.
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CERTIFICATION OF INDEPENDENCE:

1. NEMO ETC, LLC does not have, nor does it intend to acquire or will it acquire, a financial interest in any company manufacturing or
distributing products it evaluates.

2. NEMO ETC, LLC is not owned, operated, or controlled by any company manufacturing or distributing products it evaluates.

3. Robert Nieminen, P.E. does not have nor will acquire, a financial interest in any company manufacturing or distributing products for
which the PEERs are being issued.

4. Robert Nieminen, P.E. does not have, nor will acquire, a financial interest in any other entity involved in the approval process of the
product.

5. This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer of Record for any
project on which this PEER, or previous versions thereof, is/was used for permitting or design guidance unless retained specifically for

that purpose.
©2019 NEMO ETC, LLC


https://www.nemoetc.com/
https://tremcoroofing.com/
https://www.flrules.org/gateway/ChapterHome.asp?Chapter=61G20-3
https://services.nemoetc.com/nemoevaluationdirectory

ROOFING SYSTEMS EVALUATION:

1. SCOPE:
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Liquid Applied Roof Systems

Sub-Category:

Product Approval Method:

Compliance Statement:

Roofing

Method 1, Option D — Codified Material, Evaluation by Engineer

AlphaGuard Fluid Applied Roof Systems, as produced by Tremco CPG, Inc., have
demonstrated compliance with the intent of the following Sections of the 8th Edition (2023) Florida Building
Code through testing in accordance with the Standards set forth herein. Compliance is subject to the Installation
Requirements and Limitations of Use set forth herein.

2. STANDARDS:

SECTION
104.11
1504.3.1
1504.6
1504.7
1507.10.2
1507.11.2

3. REFERENCES:

PROPERTY
Alternative mater
Wind resistance

Physical properties

Impact resistance
Material standard
Material standard

STANDARD
ials
FM 4474

FM 4470
ASTM D4601

ASTM G154, ASTM G155

ASTM D6162, D6163, D6164

Entity

NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
ERD (TST11294)
ERD (TST11294)
ERD (TST11294)
ERD (TST6049)
ERD (TST6049)
ERD (TST6049)
ERD (TST6049)
ERD (TST6049)
ERD (TST6049)

FM (TST1867)

FM (TST1867)

FM (TST1867)

FM (TST1867)

FM (TST1867)
NEMO

NEMO

NEMO

NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST6049)
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Examination
Physical Properties
Physical Properties
Physical Properties
Physical Properties
M-D PFR 20-0167
Physical Properties
M-D PFR 13-1362
ASTM D5665

FM 4474

FM 4474

FM 4474

FM 4474

FM 4474

FM 4474

Criticality

FM 4474

FM 4474

FM 4470/4474

FM 4470/4474

FM 4470/4474

FM 4470/4474

FM 4470/4474

MB NON-HVHZ
MB HVHZ
Traceability

FM 4474

FM 4474

FM 4474

FM 4474

FM 4474

FM 4474

FM 4474

FM 4474

Reference

TRM-SC14130.04.18-2
4S-TRM-18-003.08.19-A
TRM-SC13345.10.19-1
4p-TRM-20-SSLAP-01.A
4p-TRM-20-SSLAP-05.A
4p-TRM-21-SSLAP-04.B
4p-TRM-23-SSLAP-04.A
4y-TRMCSW-SSWTP-004
11675.06.16-1; TRM-14
13625.05.17-2A; TRM-S5 & TRM-S8
13625.11.17-2

S$C11090.07.16-2

SC11090.03.17-1

SC11090.03.17-2

TRM-SC13345.16

SC6775.14

SC11090.16

3044153

797-08310-267

3046074

3048085

PR467457

PEER-TRM-006.A.R21
PEER-TRM-006.B.R19

TRFM-0020-JM

13625.05.17-1-R3; TRM-S4 & TRM-S7
13625.05.17-2B-R2; TRM-S5 & TRM-S8
2-TRM-18-001; TRM-C12
2-TRM-18-001.07.18-1A; TRM-C10, 17
2-TRM-18-001.07.18-2A; TRM-C12, 14, 15
2L-TRM-18-001; TRM-C21
2a-TRM-21-LSWUS-01.A
41L-TRM-18-006.08.18-1; TRM-C1, 3, 4
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Date
04/16/18
08/16/19
10/14/19
06/12/20
11/20/20
08/01/22
03/10/25
08/20/25
06/08/16
06/05/17
12/07/17
07/25/16
03/17/17
03/17/17
12/31/17
Various
Various
02/13/12
05/03/13
11/19/13
02/07/14
09/02/25
12/12/25
12/12/25
02/28/23
02/02/18
02/02/18
04/02/18
07/16/18
07/16/18
10/26/18
01/18/22
08/02/18

PEER-TRM-004.A.R11
FL15545-R11 (NON-HVHZ)
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Entity Examination Reference Date
NEMO (TST6049) FM 4474 4L-TRM-18-006.08.18-2; TRM-C5 08/02/18
NEMO (TST6049) FM 4474 4L-TRM-18-006.08.18-3; TRM-C6 08/02/18
NEMO (TST6049) FM 4474 43-TRM-19-LSWUS-01.A 03/25/19
NEMO (TST6049) Criticality 4i-TRM-19-SSCRT-01.A 04/09/19
NEMO (TST6049) FM 4474 4i-TRM-21-SSCRT-02.A 11/11/21
NEMO (TST6049) Criticality testing 4i-DAP-21-SSCRT-01.A.R1 03/03/22
NEMO (TST6049) Criticality testing 4i-TRM-22-SSCRT-03.A 06/27/22
NEMO (TST6049) Criticality testing 4i-TRM-22-SSCRT-04.A 10/12/22
PRI (TST5878) Criticality TRE-162-20-01 05/26/15
PRI (TST5878) FM 4474 TRE-162-02-02 06/22/15
PRI (TST5878) FM 4474 TRE-162-02-03 06/29/15
UL LLC (QUA9625) Traceability L14A, MLA 12/27/22
FM (QUA1860) Quality Control RoofNav Current
UL, LLC (QUA9625) Quality Control Service Confirmation (OH) 02/23/18
UL, LLC (QUA9625) Quiality Control Service Confirmation (Germany) 08/09/19
UL, LLC (QUA9625) Quality Control Florida BCIS Current

4. PRODUCT DESCRIPTION:

4.1  This PEER covers AlphaGuard Fluid Applied Roof Systems installed in accordance with Tremco CPG, Inc. published
installation instructions and the Limitations of Use herein.

TABLE 1A: EVALUATED COMPONENTS
TypeE ProbucT MATERIAL STANDARD PLANT(S)
REFERENCE Type GRADE
AlphaGuard™ FC LO OH
AlphaGuard™ MTS Base Coat OH
FLuiD-APPLIED ROOF COVER AlphaGuard™ MTS Top Coat OH
AlphaGuard™ PUMA Base Coat Germany
AlphaGuard™ PUMA Top Coat Refer to Table 1B, 1C and 1D Germany
AlphaGuard™ Glass Mat** Mexico
REINFORCEMENT PERMAFAB** SC
PERMAFAB MAX** SC
AlphaGuard™ C-Prime IL
AlphaGuard™ WB Primer OH
PRIMER Geogard Primer N/A (no codified spec) OH
AlphaGuard™ PUMA Primer 107 Germany
AlphaGuard™ PUMA VB Germany
BURmastic Composite Ply HT ASTM D4601 1] N/A OH
/::HA”'C' BASE SHEET OR BASE |5 | R mastic Composite Ply Premium ASTM D4601 I N/A OH
BURmastic Composite Ply HT Green D4601 1] N/A OH
POWERply Endure 300 Smooth ASTM D6162 1] S OH
POWERply Endure 320 Smooth ASTM D6162 1] S OH
BASE PLY, SBS MODIFIED POWERply Standard Smooth HW ASTM D6163 | S GA
BITUMEN POWERply Endure 100 Smooth ASTM D6163 1l S OH
POWERply Heavy Duty Base Sheet ASTM D6163 I} S OH
POWERply Endure 200 Smooth ASTM D6164 | S OH

**Indicates product is under Quality Assurance by FM Approvals (QUA1860).

PEER-TRM-004.A.R11
FL15545-R11 (NON-HVHZ)
Revision 11: 04/14/2026
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4.2 Typical Nominal Properties, Non-Codified Products:

4.2.1 AlphaGuard™ MTS Fluid Applied Roof Membrane, comprised of field-applied base coat, fabric and top coat in
accordance with Tremco CPG, Inc. published installation instructions, does not have a codified material standard,
but meets the intent of the Code-sections set forth in Section 2. The physical properties data below is offered as
a point-of-reference for use by the Authority Having Jurisdiction at their discretion.

TABLE 1B: TYPICAL NOMINAL PROPERTIES AT ~90-MIL THICKNESS
ALPHAGUARD MTS FLUID APPLIED MEMBRANE (CONTROL CONDITION)
REINFORCEMENT
PROPERTY TEST STANDARD -
ALPHAGUARD GLASS PERMAFAB PERMAFAB MAX
MAT
MD 102 73 139
Peak load at 73°F (Ibf/in.)
XMD 91 54 82
, MD 5 28 67
Elongation at Peak Load at 73°F (%)
XMD 4 20 52
MD 215 79 112
Tear strength (lbf) ASTM D5147
XMD 175 67 96
. . - MD
Dimensional stability (%) 0 1 0
XMD
- MD
Low Temp. Flexibility, °F Pass -45 Pass -40 Pass -35
XMD
Fungi Resistance ASTM G21 0 rating (Top Coat only)
4.2.2 AlphaGuard™ FC LO - Field, comprised of two-component, modified polyurethane methacrylate waterproofing

resin, catalyzed using AlphaGuard FC Catalyst, is field-applied in base coat, fabric and top coat applications.
AlphaGuard™ FC LO - Field does not have a codified material standard, but meets the intent of the Code-sections
set forth in Section 2. The physical properties data below is offered as a point-of-reference for use by the Authority
Having Jurisdiction at their discretion.

TABLE 1cC: TYPICAL NOMINAL PROPERTIES AT ~90-MIL THICKNESS
ALPHAGUARD FC LO - FIELD (REINFORCED, CONTROL CONDITION)

REINFORCEMENT

PROPERTY TEST STANDARD | ALPHAGUARD GLASS- PERMAFAB PERMAFAB MAX
MaTt
MD 84 175 130
o ]
Peak load at 73°F (Ibf/in.) NI 30 160 %5
MD 3 35 65
Elongation at Peak Load at 73°F (%) XMD 3 a5 o5
Tear strength (lbf) MD AT PRI 305 130 145
§ XMD 295 120 105
Dimensional stability (%) MD 0 0 0
y i XMD
Low temperature deflection ASTM D7264 Pass -5°F
Fungi Resistance ASTM G21 0 rating

©ONEMO ETC, LLC
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4.2.3 AlphaGuard™ PUMA Fluid Applied Roof Membrane, comprised of two-component, modified methyl
methacrylate waterproofing resin, catalyzed using AlphaGuard PUMA Catalyst, which is field-applied in base coat,
fabric and top coat applications in accordance with Tremco CPG, Inc. published installation instructions.
AlphaGuard™ PUMA Fluid Applied Roof Membrane does not have a codified material standard, but meets the
intent of the Code-sections set forth in Section 2. The physical properties data below is offered as a point-of-
reference for use by the Authority Having Jurisdiction at their discretion.

TABLE 1D: TYPICAL NOMINAL PROPERTIES AT ~90-MIL THICKNESS
ALPHAGUARD PUMA FLUID APPLIED MEEMBRANE (CONTROL CONDITION)
PER MIAMI-DADE PROPOSAL 13-1362
REINFORCEMENT
PROPERTY TEST STANDARD
PERMAFAB PERMAFAB MAx

MD 105 160
Peak load at 73°F (Ibf/in.)

XMD 110 110

MD 30 75
Elongation at Peak Load at 73°F (%)

XMD 40 55

ASTM D5147

MD 180 155
Tear strength (Ibf)

XMD 110 140

. . - MD

Dimensional stability (%) 0 0

XMD
Low temperature deflection ASTM D7264 Pass 39°F

5. LIMITATIONS:

5.1 This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer
of Record for any project on which this PEER, or previous versions thereof, is/was used for permitting or design
guidance. PEERs are not to be construed as representing any attributes not specifically listed, nor are PEERs to be
construed as an endorsement of the subject, or a recommendation for its use. There is no warranty by NEMO ETC,
LLC or Robert Nieminen, P.E., express or implied, as to any finding or other matter in this PEER, or as to any product
covered by the PEER.This is a Building Code Evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in
any way, the Designer of Record for any project on which this PEER, or previous versions thereof, is/was used for
permitting or design guidance unless retained specifically for that purpose.

5.2 This PEER is not for use in FBC High Velocity Hurricane Zone jurisdictions, as defined in FBC Chapter 2 (i.e., Broward
and Miami-Dade Counties).

5.3 This PEER pertains to above-deck roof components. Roof decks and structural members shall be in accordance
with FBC requirements to the satisfaction of the Authority Having Jurisdiction.

5.4 This PEER does not include evaluation of fire classification. Refer to FBC 1505 for requirements and limitations
regarding roof assembly fire classification. Refer to FBC 2603 for requirements and limitations concerning the use
of foam plastic insulation.

5.5 This PEER does not include evaluation of roof edge termination. Refer to FBC 1504.5 for requirements and
limitations regarding edge securement for low-slope roofs.

5.6 Refer to FBC 1511 for requirements and limitations regarding recover installations.

5.6.1 For mechanically attached components over existing roof decks, fasteners shall be tested in the existing deck for
withdrawal resistance. A qualified design professional shall review the data for comparison to the minimum
requirements for the system. Testing shall be in accordance with ANSI/SPRI FX-1 or Testing Application Standard

TAS 105.
©NEMO ETC, LLC PEER-TRM-004.A.R11
Certificate of Authorization #32455 P.E. EVALUATION REPORT: 8" EDITION FBC NON-HVHZ FL15545-R11 (NON-HVHZ)
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5.6.2 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the
existing deck or existing roof surface shall be examined for compatibility with the adhesive to be installed. If any
surface conditions exist that bring system performance into question, field uplift testing in accordance with
ANSI/SPRI IA-1, ASTM E907, FM Loss Prevention Data Sheet 1-52 or Testing Application Standard TAS 124 shall
be conducted on mock-ups of the proposed new roof assembly.

5.6.3 For bonded insulation or membrane over existing substrates in a recover installation, the existing roof system shall
be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having
Jurisdiction, as documented through field uplift testing in accordance with ASTM E907, FM Loss Prevention Data
Sheet 1-52 or Testing Application Standard TAS 124.

5.7 Refer to Appendix 1 for system attachment requirements for wind load resistance.

5.7.1 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads,
and reflects the ultimate passing pressure divided by 2 (the 2 to 1 margin of safety per FBC 1504.9 has already
been applied). Refer to FBC 1609 for determination of design wind loads.

5.7.2 For mechanically attached components or partially-bonded insulation, the maximum design pressure for the
selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in accordance with
FBC Chapter 16. Elevated pressure zones shall employ an attachment density designed by a qualified design
professional to resist the elevated pressure criteria. Commonly used methods are ANSI/SPRI WD1, FM Loss
Prevention Data Sheet 1-29, Roofing Application Standard RAS 117 or RAS 137. Assemblies marked with an
asterisk* carry the limitations set forth in Section 2.2.10.1 of FM Loss Prevention Data Sheet 1-29 (February 2020)
for Zone 2/3 enhancements.

5.7.3 For assemblies with all components fully bonded in place, the maximum design pressure for the selected assembly
shall meet or exceed critical design pressure determined in accordance with FBC Chapter 16. No rational analysis
is permitted for these systems.

5.8 All components in the roof assembly shall have quality assurance audit in accordance with F.A.C. Rule 61G20-3.
Refer to the Product Approval of the component manufacturer for components listed in Appendix 1 that are
produced by a Product Manufacturer other than the report holder on Page 1 of this PEER.

6. INSTALLATION:

AlphaGuard Fluid Applied Roof System shall be installed in accordance with Tremco CPG, Inc. published
installation instructions, subject to the Limitations of Use noted herein.

7. BUILDING PERMIT REQUIREMENTS:

As required by the Building Official or Authority Having Jurisdiction to properly evaluate the installation of this
product.

. IMANUFACTURING PLANTS:

Contact the named QA entity for manufacturing facilities covered by F.A.C. Rule 61G20-3 QA requirements. Refer
to Section 4 herein for products and production locations having met codified material standards.

|

9. QUALITY ASSURANCE ENTITY:
UL (QUA9625): (360) 817-5512; bsai.inspections@ul.com

- THE 108-PAGES THAT FOLLOW FORM PART OF THIS PEER —

©ONEMO ETC, LLC PEER-TRM-004.A.R11
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APPENDIX 1: ATTACHMENT REQUIREMENTS FOR WIND UPLIFT RESISTANCE

TABLE DECK APPLICATION TYPE DESCRIPTION PAGE
1A Wood New, Re-Roof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 10
18 Wood New, Re-Roof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 15
1c Wood New, Reroof (Tear-Off) B-2 Mechanically Attached Thermal Barrier, Bonded Temp Roof, Bonded Insulation, Bonded Roof Cover 16
1o Wood New, Re-Roof (Tear-Off), Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 17
1e Wood New, Reroof (Tear-Off) or Recover D-2 Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 20
1r Wood New, Re-Roof (Tear-Off), Recover D-2 Insulated, Mechanically Attached PowerFAST, Bonded Roof Cover 21
16 Wood New, Re-Roof (Tear-Off) E-2 Non-Insulated, Mechanically Attached Base Sheet (nails), Bonded Roof Cover 22
1H Wood New, Re-Roof (Tear-Off), Recover E-2 Non-Insulated, Mechanically Attached Base Sheet (screws & plates), Bonded Roof Cover 23
1 Wood New, Re-Roof (Tear-Off), Recover E-2 Non-Insulated, Mechanically Attached PowerFAST, Bonded Roof Cover 24
2A Steel New, Re-Roof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 25
2B Steel New, Reroof (Tear-Off) A-3 Bonded Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 32
2c Steel or Structural concrete New, Re-Roof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 34
2D Steel New, Reroof (Tear-Off) B-2 Mechanically Attached Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 48
2E Steel or Structural concrete New, Re-Roof (Tear-Off), Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 57
2F Steel New, Reroof (Tear-Off) or Recover D-2 Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 63
26 Steel New, Re-Roof (Tear-Off), Recover D-2 Insulated, Mechanically Attached PowerFAST, Bonded Roof Cover 63
3A Structural concrete New, Re-Roof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 65
3B Structural concrete New, Re-Roof (Tear-Off) F Non-Insulated, Bonded Roof Cover 69
4A Deck with lightweight concrete Reroof (Tear-Off) A-1 LWC to Deck, Bonded Insulation, Bonded Roof Cover 70
4B Deck with lightweight concrete New, Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 74
4c Deck with lightweight concrete Reroof (Tear-Off) or Recover C-1 LWC to Deck, Mechanically Attached Insulation, Bonded Roof Cover 75
4p Deck with lightweight concrete New, Re-Roof (Tear-Off) E-2 LWC to Deck, Mechanically Attached Base Sheet, Bonded Roof Cover 87
4€ Deck with lightweight concrete New, Re-Roof (Tear-Off) or Recover E-2 LWC to Deck, Mechanically Attached PowerFAST, Bonded Roof Cover 90
4F Deck with lightweight concrete New, Re-Roof (Tear-Off) F LWC to Deck, Bonded Roof Cover 91
46 Deck with lightweight concrete New, Re-Roof (Tear-Off) F Vapor Barrier to Deck, LWC to Vapor Barrier, Bonded Roof Cover 94
5A Cementitious wood fiber New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 96
58 Cementitious wood fiber New, Reroof (Tear-Off) or Recover B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 97
6A Existing gypsum Re-Roof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 98
6B Existing gypsum Re-Roof (Tear-Off) A-1 Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 99
6C Existing gypsum Re-Roof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 101
6D Existing gypsum Re-Roof (Tear-Off) E-2 LWC to Deck, Mechanically Attached Base Sheet, Bonded Roof Cover 102
7A Various Recover A-1 Bonded Insulation, Bonded Roof Cover 104
78 Various Recover F Non-Insulated, Bonded Roof Cover 107
7c Concrete Recover F LWC to Existing Roof, Bonded Roof Cover 108

©ONEMO ETC LLC
Certificate of Authorization #32455
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The following notes apply to the systems outlined herein:
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1 Theroof system evaluation herein pertains to above-deck roof components. Roof decks and structural members shall be in accordance with FBC requirements to the satisfaction of the Authority Having Jurisdiction.

2 Unless otherwise noted, fasteners and stress plates shall be as follows. Recessed plates are not for use with cement-based or gypsum-based hardboard coverboards. Fastener shall be of sufficient length for the
following engagements:

FASTENER/PLATE OPTIONS
DECK TYPE By FBC PARTS MINIMUM ENGAGEMENT
Tremco CPG N/A Tr‘emco #12 DP‘ or Tremco #14 HD with Tremco 3” Mgtal I.nsulatio.n Plate or Tremco #1211 Fastener or Tremco #1410 Fastener
with Tremco Disc 3 in. Steel Stress Plate or Tremco Disc Ribbed 3 in. Steel Stress Plate
ACE #12, ACE #14 or ACE #15 with ACE 3” BE Insulation Plate or ACE 3” WW Insulation Plate (with polyisocyanurate insulation, Minimum %-inch
Wood Ace Screws FLA1667 TremBoard AC, DEXcell Cement Roof Board, DensDeck Prime, DEXcell FA Glass Mat Roof Board or SECUROCK Gypsum-Fiber plywood penetration or
Roof Board) wood plank embedment
Altenloh, Brinck and Co. U.S., Inc. FL4500 Trufast #12 DP or Trufast #14 HD with Trufast 3” Metal Insulation Plate
OMG, Inc. FL699 OMG #12 Standard or OMG #14 Heavy Duty with OMG 3 in. Galvalume Steel Plate or 3 in. Ribbed Galvalume Plate
Tremco CPG N/A Tr‘emco #12 DP‘ or Tremco #14 HD with Tremco 3” Mfetal !nsulatiqn Plate or Tremco #1211 Fastener or Tremco #1410 Fastener
with Tremco Disc 3 in. Steel Stress Plate or Tremco Disc Ribbed 3 in. Steel Stress Plate o )
ACE #12, ACE #14 or ACE #15 with ACE 3” BE Insulation Plate or ACE 3” WW Insulation Plate (with polyisocyanurate insulation, Mlmmum Y-inch steel
Steel Ace Screws FLA1667 TremBoard AC, DEXcell Cement Roof Board, DensDeck Prime, DEXcell FA Glass Mat Roof Board or SECUROCK Gypsum-Fiber penetration and engage
Roof Board) the top flute of the steel
Altenloh, Brinck and Co. U.S., Inc. FL4500 Trufast #12 DP or Trufast #14 HD with Trufast 3” Metal Insulation Plate deck
OMG, Inc. FL699 OMG #12 Standard or OMG #14 Heavy Duty with OMG 3 in. Galvalume Steel Plate or 3 in. Ribbed Galvalume Plate
T Tremco #14 HD with Tremco 3” Metal Insulation Plate or Tremco #1410 Fastener with Tremco Disc 3 in. Steel Stress Plate or Minimum 1-inch
remco CPG N/A . .
Tremco Disc Ribbed 3 in. Steel Stress Plate embedment. Fastener
structural ACE #14 or ACE #15 with ACE 3” BE Insulation Plate or AQE 3” WW Insulation Plate (with polyisocyanurate insulation, A installed with a pilot hole
Ace Screws FL41667 TremBoard AC, DEXcell Cement Roof Board, DensDeck Prime, DEXcell FA Glass Mat Roof Board or SECUROCK Gypsum-Fiber in accordance with the
Concrete Roof Board) fastener manufacturer’s
Altenloh, Brinck and Co. U.S., Inc. FL4500 Trufast #14 HD with Trufast 3” Metal Insulation Plate published installation
OMG, Inc. FL699 OMG #14 Heavy Duty or CD-10 with OMG 3 in. Galvalume Steel Plate or 3 in. Ribbed Galvalume Plate instructions

3 Unless otherwise noted, insulation may be any one layer or combination of FBC Approved (Local or Statewide) board(s) that meet FBC 1505 and, for foam plastic, FBC Chapter 26, when installed with the roof cover.

4 Minimum 200 psi, minimum 2-inch thick FBC Approved lightweight insulating concrete may be substituted for, or installed below, rigid insulation board for System Types B-1, C-1, C-2, D-1 or D-2, whereby fasteners
are installed through the lightweight insulating concrete to engage the structural deck. The structural deck shall be of equal or greater type, thickness and strength to the steel and structural concrete deck listings.
Roof decks and structural members shall be in accordance with FBC requirements to the satisfaction of the Authority Having Jurisdiction. This is a wind uplift resistance allowance and does not purport to address
non-wind-uplift-related issues, such as deck venting or moisture levels within the LWIC and the potential effect on overlying components.

5  Preliminary insulation attachment: Unless otherwise noted, use FBC Approved roofing fasteners and plates and refer to Section 2.2.10.1.3 of FM Loss Prevention Data Sheet 1-29.
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6  Unless otherwise noted, insulation adhesive application rates are as follows.
v Ribbon or bead width is at the time of application; the ribbons/beads shall expand as noted in the manufacturer’s published instructions.
v If applying hot asphalt to concrete deck, deck shall be primed with ASTM D41 primer.
v" When multiple layers(s) of insulation and/or coverboard are installed in ribbon-applied adhesive, board joints shall be staggered.
v" The maximum edge distance from the adhesive ribbon to the edge of the insulation board shall be not less than one-half the specified ribbons spacing.
INSULATION ADHESIVE REFERENCES
By ADHESIVE REFERENCE MINIMUM RATE NoTE
Tremco Low Rise Foam Insulation Adhesive LRFIA Continuous ribbons, 12-inch o.c.
- - - - - - Refer to Note 18 for allowable alternates
Tremco Low Rise Foam Insulation Adhesive (BG) | LRFIA(BG) Continuous ribbons, 12-inch o.c. -
Tremco PSF Adhesive may be used as an alternate to LRFIA or LRFIA(BG) with the following substrates:
SUBSTRATE USE SUBSTRATE OPTIONS
Deck: | plywood, OSB, steel, structural concrete, Tectum and existing gypsum deck
Tremco Vapor Barrier: | AVC Max, BURmastic Composite Ply HT, BURmastic Composite Ply Premium,
cPe Tremco PSF Adhesive PSFA Continuous ribbons, 12-inch o.c. ;g&?ggif:g;u:;:ﬁ:ts:;:(?:l;zs:zg:hd:::/ 100 Smooth, POWERply Endure
Insulation: | Trisotech G or Trisotech CGF
Coverboard: | TremBoard AC, DEXcell Cement Roof Board, Structodek HD with Primed Red
Coating, DensDeck, DensDeck Prime or DEXcell FA Glass Mat Roor Board
Recover substrate: | Existing smooth-surface or granule-surface BUR or SBS modified bitumen
Generic Hot asphalt Full coverage at 25-30 Ibs/square

7  Unless otherwise noted, all insulations are flat-stock or taper board of the minimum thickness noted. Tapered polyisocyanurate at the following thickness limitations may be substituted with the following Maximum
Design Pressure (MDP) limitations. In no case shall these values be used to ‘increase’ the MDP listings in the tables; rather if MDP listing below meets or exceeds that listed for a particular system in the tables,
then the thinner board listed below may be used as a drop-in for the equivalent thicker material listed in the table.

MDP LIMITATIONS FOR TAPERED POLYISOCYANURATE INSULATIONS
ADHESIVE COVERAGE INSULATION MIN. TAPERED THICKNESS (IN) MDP (psF)
LRFIA or LRFIA(BG) 12-inch o.c. Listed polyisocyanurate 0.5 -210.0
LRFIA or LRFIA(BG) 12-inch o.c. Liste.d flat stock polyisocyam.Jrat.e covered with tapered 05 3600
polyisocyanurate covered with listed gypsum-based coverboard

8 For adhered roof insulation and board-size: Unless otherwise noted, refer to Section 2.2.10.6.2 of FM Loss Prevention Data Sheet 1-29.

9  For mechanically attached components or partially-bonded insulation, the maximum design pressure for the selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in
accordance with FBC Chapter 16. Elevated pressure zones shall employ an attachment density designed by a qualified design professional to resist the elevated pressure criteria. Commonly used methods are
ANSI/SPRIWD1, FM Loss Prevention Data Sheet 1-29, Roofing Application Standard RAS 117 or RAS 137. Assemblies marked with an asterisk* carry the limitations set forth in Section 2.2.10.1 of FM Loss Prevention
Data Sheet 1-29 for Zone 2/3 enhancements.

10 For assemblies with all components fully bonded, the maximum design pressure for the selected assembly shall meet or exceed critical design pressure determined in accordance with FBC Chapter 16. No rational
analysis is permitted for these systems.

11  For mechanically attached components over existing decks, fasteners shall be tested in the existing deck for withdrawal resistance. A qualified design professional shall review the data for comparison to the
minimum requirements for the system. Testing and analysis shall be in accordance with ANSI/SPRI FX-1 or Testing Application Standard TAS 105. For systems using Trufast Versa-Fast, the number of Versa-Fast
Fasteners installed through the Versa-Fast Plate may be increased from the minimum noted in order to yield minimum required withdrawal resistance.

12 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the existing deck or existing roof surface shall be examined for compatibility with the adhesive to be
installed. If any surface conditions exist that bring system performance into question, field uplift testing shall be conducted on mock-ups of the proposed new roof assembly. For bonded insulation or membrane
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over existing substrates in a recover installation, the existing roof system shall be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having Jurisdiction, as documented
through field uplift testing. Field uplift testing shall be in accordance with ASTM E907, FM Loss Prevention Data Sheet 1-52 or Testing Application Standard TAS 124.

12A  Reference to “Existing gravel-surfaced asphaltic built-up roof, brushed / spudded and vacuumed to
remove loose gravel” in Table 7A is intended to convey an as-tested condition whereby any loose-gravel
that does not remain embedded in the asphalt flood coat after brushing and/or spudding be removed.
The gravel that remains embedded in the asphalt flood coat remains.

13 Refer to FBC 1511 for requirements and limitations regarding recover installations. For Structural Concrete Deck or Recover Applications using System Type C-1 the base insulation layer is optional and for System
Type C-2, D-1 or D-2, the insulation is optional. Alternatively, an FBC Approved insulation board or coverboard may be used as a separation layer. Board products shall be preliminarily attached prior to roof cover
installation (Note 5). The separator component shall be documented as meeting FBC 1505 and, for foam plastic, FBC Chapter 26, when installed with the roof cover in Recover applications.

14  Lightweight insulating concrete (LWIC) shall be cast in accordance with FBC Section 1917 to the satisfaction of the Authority Having Jurisdiction. For systems where specific LWIC is referenced, refer to current
LWIC Product Approval for specific deck construction and limitations. Unless otherwise noted, for systems where specific LWIC is not referenced, the minimum design mix shall be 300 psi. In all cases, the minimum
top-coat thickness is 2-inches. For LWIC over structural concrete, reference is made to FBC Section 1917.4.1, Point 1.

14A  For “pre-existent” LWIC references, listings were established through testing over lightweight concrete cast using only foaming agent (ASTM C896), water and Portland cement (ASTM C150), with no proprietary
additives, in accordance with procedures adopted by Miami-Dade BCCO (FBC CER1592). Use of these listings in new construction or re-roof (tear-off) applications is at the discretion of the Designer or Record
and Authority Having Jurisdiction.
As a field QA measure of the pre-existent cellular lightweight concrete:
» Compressive strength testing shall be conducted in accordance with ASTM €513 and shall yield an average result as per the system listing.
» Field withdrawal resistance testing in accordance with Note 11 shall yield an average result as per the system listing.
» If question exists as to wind uplift performance of the pre-existent cellular lightweight concrete, or adhesion to the LWC surface, field uplift testing in accordance with Note 12 is recommended.
All testing shall be performed by an accredited testing agency acceptable to the Authority Having Jurisdiction
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For bonded membrane applications, unless otherwise noted, refer to the following.

MEMBRANE / ADHESIVE COMBINATIONS

REFERENCE LAYER MATERIAL APPLICATION
Ti LR Adhesive [LRA
BP-CA4 Base Ply or Ply: | BURmastic Composite Ply HT, BURmastic Composite Ply Premium or BURmastic Composite Ply HT Green .remco esive [LRA],
ribbons spaced per Tables
BP-CA5 Base Ply or Ply: | BURmastic Composite Ply HT, BURmastic Composite Ply Premium or BURmastic Composite Ply HT Green POWERply Endure BIO
One or more POWERply Endure 300 Smooth, POWERply Endure 320 Smooth, POWERply Endure 100 Smooth, POWERply Heavy Duty Base, Adhesive TF at full-coverage,
SBS-CA5 Base Ply or Ply:
POWERply Endure 200 Smooth 2.0 gal/square
BP-CA6 Base Ply or Ply: | BURmastic Composite Ply HT, BURmastic Composite Ply Premium or BURmastic Composite Ply HT Green . R
BURmastic Adhesive MC at
SBS-CAG Base Ply or Plv: One or more POWERply Endure 300 Smooth, POWERply Endure 320 Smooth, POWERply Endure 100 Smooth, POWERply Heavy Duty Base, full-coverage, 2.0 gal/square
Y 4 POWERply Endure 200 Smooth g€, ~Ugalsq
BP-AA Base Ply or Ply: | BURmastic Composite Ply HT, BURmastic Composite Ply Premium or BURmastic Composite Ply HT Green Hot asphalt at 20-40
SBS-AA Base Ply or Ply: One or more POWERply Endure 300 Smooth, POWERply Endure 320 Smooth, POWERply Endure 100 Smooth, POWERply Heavy Duty Base, Ibs/s Eare
YOrPY: | powERply Endure 200 Smooth q
BP-SEBS Base Ply or Ply: | BURmastic Composite Ply HT, BURmastic Composite Ply Premium or BURmastic Composite Ply HT Green THERMastic 80 at 25-30
SBS-SEBS Base Plv or Plv: One or more POWERply Endure 300 Smooth, POWERply Endure 320 Smooth, POWERply Endure 100 Smooth, POWERply Heavy Duty Base, Ibs/square
Y OTPY: | powERply Endure 200 Smooth q
SBS-TA Base Ply or Ply: | One or more POWERply SBS Base HW or POWERply Standard Smooth HW Torch-Applied

AlphaGuard FC LO

AlphaGuard FC LO - Field applied at a rate of 2.5 to 3.5 gal/square, followed by AlphaGuard Glass Mat, PERMAFAB or PERMAFAB MAX wet-laid into the base coat, providing min. 3 in.

FA-RS Cap Ply: | wide side laps and min. 6 in. wide end laps. AlphaGuard FC LO - Field applied at a rate of 2.5 to 3.5 gal/square. Modified bitumen base ply membranes may be optionally primed with
AlphaGuard WB Primer or Geogard Primer prior to installation of AlphaGuard FC LO - Field.
AlphaGuard MTS Base Coat applied at a rate of 3 to 6 gal/square, followed by AlphaGuard Glass Mat, PERMAFAB or PERMAFAB MAX wet-laid into the base coat, providing 4 in. wide
AlphaGuard MTS Cap Ply: laps. AlphaGuard MTS Top Coat applied at a rate of 1 to 5 gal/square. An optional additional coat of AlphaGuard MTS Top Coat to 20 mil wet-film thickness, with 20-40 mesh silica
FA-RS " | scan broadcast at 10-15 Ibs/sq., and back-rolled into freshly applied non-skid coat may be applied for non-skid applications. Refer to Tremco Incorporated published installation
instructions. Modified bitumen base ply membranes may be optionally primed with AlphaGuard WB Primer prior to installation of AlphaGuard MTS Base Coat.
AlphaGuard PUMA Base Coat applied at a rate of 2% gal/square, followed by PERMAFAB or PERMAFAB MAX wet-laid into the base coat, providing 4 in. wide laps. AlphaGuard PUMA
AlphaGuard PUMA Cap Ply: Base Coat applied over the embedded fabric at a rate of 2} gal/square. AlphaGuard PUMA Top Coat applied at a rate of 1% gal/square over the cured, reinforced AlphaGuard PUMA
FA-RS " | Base Coat. For non-skid applications, an optional additional layer of AlphaGuard PUMA Top Coat at 1 gal/square (16 mil wet-film thickness), with 20-40 mesh silica sand broadcast at
10-15 Ibs/square., and back-rolled into freshly applied non-skid coat may be applied. Refer to Tremco Incorporated published installation instructions.
'::?r::frg;d PUMA Primer: | 1 gal/square (16 wet-mils)
AlphaGuard PUMA Primer: Two coats; initial coat at 1 gal/square (16 wet-mils) and allow to cure, then apply second coat at 1 gal/square (16 wet-mils) and immediately broadcast 20-40 mesh silica
VB " | sand into the wet primer resin until refusal. Remove loose silica sand prior to application of subsequent materials.

Unless otherwise noted, side-laps in PowerFAST systems are sealed as follows. The adhesive is applied over the seam-plate row and troweled to an even film thickness over the entire lap area.

POWERFAST SIDE LAPS

ADHESIVE

RATE

POWERply Endure BIO Adhesive TF

75 lineal feet / gallon

Tremco LF Adhesive

26 lineal feet / 1.5 liter cartridge

For Base Ply applications BP-CAS5 and BP-CA®G, substrates of Structodek HD with Primed Red Coating, DensDeck, DensDeck Prime, DEXcell FA Glass Mat Roof Board and SECUROCK Gypsum-Fiber Roof Board may be
primed with DETEC “TruGround Conductive Primer” prior to Base Ply installation.
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16 Thermal Barrier and/or Vapor Barrier Options:
16A  Wood Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.

VAPOR BARRIER OPTIONS; W0OD DECK; FOLLOWED BY ADHESIVE-APPLIED INSULATION

VAPOR BARRIER
OpTiON # PRIMER U P 2 MDP (psf)
TYPE APPLICATION (NOTES 6,7,8)
W-VB-1. | Tremco AVC Membrane Primer or AVC Membrane Primer (WB) Tremco AVC Max Self-adhering LRFIA, LRFIA(BG) or PSFA, 12-inch o.c. -52.5
W-VB-2. | Tremco AVC Membrane Primer or AVC Membrane Primer (WB) Tremco AVC Max Self-adhering LRFIA, LRFIA(BG) or PSFA, 6-inch o.c. -75.0
16B  Steel Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.
VAPOR BARRIER OPTIONS; STEEL DECK; FOLLOWED BY ADHESIVE-APPLIED INSULATION
VAPOR BARRIER ADHESIVE PER TABLE 2A
OPTION # PRIMER —— MDP (psF)
TYPE APPLICATION (NOTES 6,7,8)
S-VB-1. (Optional) Tremco AVC Membrane Primer or AVC Membrane Primer (WB) Tremco AVC Max Self-adhering LRFIA, LRFIA(BG) or PSFA, 6-inch o.c. -90.0

16C  Structural Concrete Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.

VAPOR BARRIER OPTIONS; STRUCTURAL CONCRETE DECK; FOLLOWED BY ADHESIVE-APPLIED INSULATION
ADHESIVE PER TABLE 3A
OPTION # PRIMER VAPOR BARRIER (Note 15) —— MDP (psF)
C-VB-1. Tremco AVC Membrane Primer Tremco AVC Membrane, self-adhering LRFIA or LRFIA(BG) -150.0
Tremco AVC Membrane Primer or .
C-VB-2. Tremco AVC Membrane Primer (WB) Tremco AVC Makx, self-adhering LRFIA or LRFIA(BG) -150.0
C-VB-3. ASTM D41 THERMglas IV or THERMglas Premium VI in hot asphalt hot asphalt -225.0
C-VB-4. None BP-CA6 or SBS-CA6 LRFIA or LRFIA(BG) -250.0
C-VB-5. None BP-CA5 LRFIA or LRFIA(BG) -262.5
C-VB-6. None SBS-CA5 LRFIA or LRFIA(BG) -292.5
C-VB-7. TREMprime WB Primer SBS-TA LRFIA or LRFIA(BG) -345.0
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16D  For System Types B-1, B-2, C-1, C-2, D-1 or Type D-2, an optional thermal barrier and/or Tremco AVC Membrane or Tremco AVC Max (self-adhering) may be installed atop the roof deck prior to installation of the
insulation and roof cover. Refer to FM Loss Prevention Data Sheet 1-29 for design and installation recommendations and limitations.
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INSULATION ATTACHMENT PATTERNS —4X4 FT BOARDS
=12-in.~—24-in.—~ 6-in. = -~ 18-in. - 6-in. 6-in.~ -~ 18-in. - 6-in.
12-in. i 6-in
| 18-in.
. ! 24-in,
24-in 1
18-in. !
' 6-in.
12-in. 6-in. 1
' i 6-in.
1 per 4.0 ft2 (4 per board) 1 per 3.2 ft2 (5 per board) 1 per 2.7 ft2 (6 per board)
6-in. - -~ 18-in. - 6-in. 6-in+—18-in.— 6-in. 6-in. - -~ 18-in. - 6-in.
6-in. 12:|n. 12..
! 18-in : -in
12-in ;
i i 24-in. 12-in
12-in. '
; 18-in :
6-in. } 12-in
| ' 12-in !
1 6-in | 6-in
-12-in.- 6-in. i 0
1 per 2.0 ft2 (8 per board) 1 per 1.8 ft2 (9 per board) 1 per 1.6 ft2 (10 per board)
6-in. - --18-in. - 6-in. 6-in. - -~ 18-in. - 6-in. 6-in. = -12-in.~ 6-in.
24-in, 12-in. 12-n. 12-in.
' 12-in 12:in. 12:in.
I 12-in. N
124in . 12'|n.
' 6-in. 6-in.
6-in T T i | | | L
i ~-18-in.———6-in. =12-in.~—=6-in.
1 per 1.45 ft2 (11 per board) 1 per 1.3 ft2 (12 per board) 1 per 1.0 ft2 (16 per board)
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INSULATION ATTACHMENT PATTERNS — 4X8 FT BOARDS
-12-in.- 12-in.+- -112-in. —=-6-in. -—+6-in. 6-in. = == 18-in. -
12-in. 12, 12-in. 12-in. 12-in. &in
; | ¢ : ' ‘ t f 18-in.
12-in. |
24-in. S |In 24-in. 18-in. 24-in.
12-in ! { 18-in.
— 1 ! 18-in. |
24-in. 24in. 24-in. F 24-in. 12‘-in.
| 18-in. L ) |
: 5 & 1 T : | i 18-in.
1Zin. 24-in. ) 24-in,
24-in. & 1 18-in.
12-in. ‘ . : . | ] 18-in.
¥ { 12-in. 12-in. 12-in. !
. t | 6-in.
12-in. 12-in. | ! | ' | !
1 ' t e24-in. = 24-in. <12-in.- 24-in.
1 per 4.0 ft2 (8 per board) 1 per 3.2 ft2 (10 per board) 1 per 2.7 ft2 (12 per board) 1 per 2.13 ft2 (15 per board) 1 per 2.0 ft2 (16 per board)
== 6-in. 6-in.{~ - 18-in. -~ -16-in. 6-in.+—12-in.|12-in.~ B-in.+~— 6-in. ~-{12-in.r-
t ! - — |- | I ! !
B-in. ‘_ | b | &in. o | 6. b4 | 6in.
. 18-in. l L " | ! 12-in. 12-in.
18-in. | . 18-in. - - - - 12m | :
t 121in. { ! 12-in. 12:in-
. 1 ) 12-in I 1
18:in. f IS]in. 5 ® @ oAt 12-in. 12-in.
3 18-in 12-in ! i
12:in | lz}in 12:. 12‘-in, 12:in,
i - P | -In = L]
. 18-in. : 5 ! 12-in. 12-in.
18;in. ‘ N 18Ln. 12-in. \ S
12 | : 12-in. 12-in.
18-in g . | 12-in | i
) I 18-in. ) 1 12-in. 12-in.
Gein. 18in. | : 8 I 1zin. ' B-in. | 6ein.
i | 6-in. | : ' i :
24-in. - 1 -12-in.-—24-in. -—24-in.— =12-in.-—=+6-in.
1 per 1.8 ft2 (18 per board) 1 per 1.6 ft2 (20 per board) 1 per 1.45 ft2 (22 per board) 1 per 1.3 ft2 (24 per board) 1 per 1.0 ft2 (32 per board)
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18 The following products are interchangeable within the scope of this Evaluation Report:
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ACCEPTABLE ALTERNATES
Sus- ALTERNATE
CATEGORY By LISTED PRODUCT HEREIN PRODUCT FBC FILE
Tremco Low Rise Green Foam Insulation Adhesive N/A
Tremco Low Rise Foam Insulation Adhesive Millennium One Step Foamable Adhesive
ADHESIVES Tremco CPG Millennium One Step Green Foamable Adhesive
Tremco Low Rise Foam Insulation Adhesive (BG) Millennium PG-1 Pump Grade Adhesive L300
Tremco LR Adhesive Millennium PG-1 Pump Grade Adhesive
Trisotech G ACFoam II
- FL17989
ROOFING Tremco CPG Trisotech CGF ACFoam IlI
INSULATION Trisotech ENRGY 3 FL4205
Georgia-Pacific Gypsum DensDeck Prime DensDeck StormX Prime Roof Board FL1250
Tremco #12 DP Fastener Trufast #12 DP
Tremco #14 HD Fastener Trufast #14 HD
Tremco #15 EHD Fastener Trufast #15 EHD
Tremco FM-90 Base Sheet Fastener Trufast FM-90 Base Sheet Fastener FLA500
Tremco Twin Loc-Nail Assembled Fastener Trufast Twin Loc-Nail Assembled Fastener
Tremco 2” Barbed Seam Plate Trufast 2” Barbed Metal Seam Plate
'::::_::'EGR Tremco CPG Tremco 2.4” Barbed Seam Plate Trufast 2.4” Scoop Seam Plate
Tremco 3” Metal Insulation Plate Trufast 3” Metal Insulation Plate
Tremco #1211 Fastener OMG #12 Standard
Tremco #1410 Fastener OMG #14 Heavy Duty
Tremco #1510 XHD Fastener OMG XHD Fastener FL699
Tremco Disc 3 in. Steel Stress Plate OMG 3 in. Galvalume Steel Plate
Tremco Disc Ribbed 3 in. Steel Stress Plate OMBG 3 in. Ribbed Galvalume Plate

19  “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads. Refer to FBC 1609 for determination of design wind loads. (Notes 9 and 10)
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TABLE 1A: WOOD DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

REFER TO FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (Note 15)
System Deck . e, mMbDP
ac acl
No. (Note 1) T T Base PI Pl LARS (psf)
s (Notes 6,7,8) Es (Notes 6,7,8) Ry v
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 15/32-inch Min. 1.§—inch Trisote'ch G Tri59tech Additional Insulation Layer(s): (Optional) Min. 1-inch base (Optional) | AlphaGuard
CGF, Trisotech, H-Shield, Multi-Max LRFIA or X X BP-CA6 or
W-1. plywood; 24- FA3 or Styrofoam Brand Roofmate LRFIA(BG) insulation LRFIA or LFRIA(BG) SBS-CAG BP-CA6 or FC LO, MTS or -52.5
inch span . ¥ ’ Coverboard: Min. 0.125-inch TremBoard AC SBS-CA6 PUMA FA-RS
Highload 60 or Plazamate -
Additional Insulation Layer(s): (Optional) Min. 1-inch base Additional Layer(s):
Min. 15/32-inch . . . . insulation LRFIA or LRFIA(BG) (Optional) AlphaGuard
Min. 2-inch Trisotech G, Trisotech CGF, LRFIA . . . 4 BP-CA6
W-2. | plywood;24- | I IACh TRO SR T THROTEC LRFIA(bG) | Coverboard: Min. Linch MonoBoard Plus or Min. 2-nch Coverboard: LRFIA | o0 | BP-CAGor | FCLO,MTSor | -60.0*
inch span TopRock DD Plus (no extrapolation permitted for ribbon or LRFIA(BG), 6-inch SBS-CA6 PUMA FA-RS
attachment) o.c.
Additional Insulation Layer(s): (Optional) Min. 1-inch base
. . insulation .
w3 N|“r\:v£é3§4mm (Optional) Min. 2-inch Trisotech G, LRFIA or Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA LRFIA or LRFIA(BG), | BP-CA6 or g?féfgi': ?(l:proaGI\:?rrsdor 675
.p v ! Trisotech CGF, Trisotech or H-Shield LRFIA(BG) Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof Board | 6-incho.c. SBS-CA6 ’ ’
inch span . . SBS-CA6 PUMA FA-RS
or SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Min. 2-inch Trisotech G, Trisotech CGF,
Min. 15/32-inch Trisotech, ISOGARD GL, Multi-Max LRFIA or Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board or BP-CA6 or (Optional) AlphaGuard
W-4. plywood; 24- FA3, ISOGARD CG, UltraMax or LRFIA(BG) SECUROCK Cement Roof Board or min. 7/16-inch DEXcell LRFIA or LFRIA(BG) SBS-CAG BP-CA6 or FC LO, MTS or -75.0
inch span Styrofoam Brand Roofmate, Highload Cement Roof Board SBS-CA6 PUMA FA-RS
60 or Plazamate
Min. 0.5-inch DensDeck Prime, Min.
Min. 15/32-inch 0.25-inch SECUROCK Gypsum-Fiber LRFIA or BP-CA6 or (Optional) AlphaGuard
W-5 plywood; 24- Roof Board, Min. 0.5-inch SECUROCK LRFIA(BG) None N/A SBS-CAG BP-CA6 or FC LO, MTS or -97.5
inch span Cement Roof Board or min. 7/16-inch SBS-CA6 PUMA FA-RS
DEXcell Cement Roof Board
. . Additional Insulation Layer(s): (Optional) Min. 1-inch base .
W6 m;:,jjg"‘;'mh Min. 2-inch Trisotech G, Trisotech CGF, | LRFIA or insulation LRFIA or LRFIA(BG), | BP-CA6 or (Bczfé'/i’gzlz ?'CPLP’SG&?F?W 075
inch span Trisotech or H-Shield LRFIA(BG) Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof 6-inch o.c. SBS-CA6 SBS-CAG PUMA EA-RS
Board
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 15/32-inch Min. 1.."3—|nch Trlsote.ch G, Tr|s9tech Additional Insulation Layer(s): (Optional) Min. 1-inch base (Optional) AlphaGuard
CGF, Trisotech, H-Shield, Multi-Max LRFIA or . " BP-CAS or
W-7. plywood; 24- FA3 or Stvrofoam Brand Roofmate LRFIA(BG) insulation LRFIA or LFRIA(BG) SBS-CAS BP-CASor | FCLO,MTSor | -52.5
inch span ) / ! Coverboard: Min. 0.125-inch TremBoard AC SBS-CAS5 PUMA FA-RS
Highload 60 or Plazamate -
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SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

TABLE 1A: WOOD DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

NEmoO | etc.e

REFER TO FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (Note 15)
System Deck . e, MDP
ac acl
No. (Note 1) T T Base PI Pl LARS (psf)
ype (Notes 6,7,8) ype (Notes 6,7,8) ase Y Y
Additional Insulation Layer(s): (Optional) Min. 1-inch base Additional Layer(s):
in. -i . . . . i lati LRFIA or LRFIA(BG i
Min. 15/32-inch (Optional) Min. 2-inch Trisotech G, LRFIA or insufation ) . . X N (8G) BP-CAS or (Optional) AlphaGuard
W-8 plywood; 24- Trisotech CGE. Trisotech or H-Shield LRFIA(BG) Coverboard: Min. 0.5-inch Structodek HD with Primed Red Coverboard: LRFIA SBS-CAS BP-CAS or FC LO, MTS or -60.0
inch span ! Coating, DensDeck Prime or SECUROCK Cement Roof Board or LRFIA(BG), 6-inch SBS-CAS PUMA FA-RS
or min. 7/16-inch DEXcell Cement Roof Board o.C.
Additional Insulation Layer(s): (Optional) Min. 1-inch base
Min. 15/32-inch ) N ) insulation (Optional) | AlphaGuard
Opti 1) Min. 2-inch Trisotech G, LRFIA LRFIA or LRFIA(BG), BP-CA5
W-9. | plywood; 24- (Trlzolferli )CG'F” I Bl AgG) Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK it (BG) chocns | BPCASOr | FCLO,MTSOF | 675
inch span ! Gypsum-Fiber Roof Board or SECUROCK Cement Roof - SBS-CA5 PUMA FA-RS
Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 2-inch Trisotech G, Trisotech CGF,
Min. 15/32-inch Trisotech, ISOGARD GL, Multi-Max LRFIA or Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board or BP-CAS or (Optional) AlphaGuard
W-10 plywood; 24- FA3, ISOGARD CG, UltraMax or LRFIA(BG) SECUROCK Cement Roof Board or min. 7/16-inch DEXcell LRFIA or LFRIA(BG) SBS-CAS BP-CAS or FC LO, MTS or -75.0
inch span Styrofoam Brand Roofmate, Highload Cement Roof Board SBS-CAS PUMA FA-RS
60 or Plazamate
Additional Insulation Layer(s): (Optional) Min. 1-inch base
Min. 15/32-inch inaggginn (Optional) | AlphaGuard
N inc Min. 2-inch Trisotech G, Trisotech CGF, | LRFIA or Coverboard: Min. 0.5-inch DensDeck Prime, Min. 0.25-inch LRFIA or LRFIA(BG), ptiona phatuar
W-11 plywood; 24- X R b v . X . R SBS-CAS5 BP-CAS or FCLO, MTS or -97.5
. Trisotech or H-Shield LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board, Min. 0.5-inch 6-inch o.c.
inch span i X SBS-CA5 PUMA FA-RS
SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Min. 0.5-inch DensDeck Prime, Min.
Min. 15/32-inch 0.25-inch SECUROCK Gypsum-Fiber LRFIA or (Optional) AlphaGuard
W-12 plywood; 24- Roof Board, Min. 0.5-inch SECUROCK LRFIA(BG) None N/A SBS-CAS5 BP-CAS or FCLO, MTSor | -112.5
inch span Cement Roof Board or min. 7/16-inch SBS-CA5 PUMA FA-RS
DEXcell Cement Roof Board
HOT-ASPHALT-APPLIED BASE PLY:
Min. 15/32-inch Min. 1..5-|nch T”SOte_Ch G Tr|s?tech Additional Insulation Layer(s): (Optional) Min. 1-inch base (Optional) AlphaGuard
CGF, Trisotech, H-Shield, Multi-Max LRFIA or N N BP-AA or
W-13. plywood; 24- FA3 or Stvrofoam Brand Roofmate LRFIA(BG) insulation LRFIA or LFRIA(BG) SBS-AA BP-AA or FC LO, MTS or -52.5
inch span . ¥ \ Coverboard: Min. 0.125-inch TremBoard AC SBS-AA PUMA FA-RS
Highload 60 or Plazamate -
Additional Insulation Layer(s): (Optional) Min. 1-inch base
Min. 15/32-inch . . . . insulation (Optional) AlphaGuard
Min. 2-inch Trisotech G, Trisotech CGF, LRFIA BP-AA
W-14. | plywood; 24- o 9 N W g A(‘;rG) Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK LRFIAor LRFIA(BG) | cpo ' | BP-AAor | FCLO,MTSor | -60.0
inch span Gypsum-Fiber Roof Board or SECUROCK Cement Roof SBS-AA PUMA FA-RS
Board or min. 7/16-inch DEXcell Cement Roof Board
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NEmoO | etc.e
TABLE 1A: WOOD DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (Note 15)
System Deck . e, mMbDP
ac acl
No. (Note 1) T T Base PI Pl LARS (psf)
ype (Notes 6,7,8) ype (Notes 6,7,8) ase Y Y
Min. 2-inch Trisotech G, Trisotech CGF,
Min. 15/32-inch Trisotech, ISOGARD GL, Multi-Max LRFIA or Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board or BP-AA or (Optional) AlphaGuard
W-15 plywood; 24- FA3, ISOGARD CG, UltraMax or LRFIA(BG) SECUROCK Cement Roof Board or min. 7/16-inch DEXcell LRFIA or LFRIA(BG) SBS-AA BP-AA or FCLO, MTS or -75.0
inch span Styrofoam Brand Roofmate, Highload Cement Roof Board SBS-AA PUMA FA-RS
60 or Plazamate
Min. 0.25-inch SECUROCK Gypsum-
Min. 15/32-inch Fiber Roof Board, Min. 0.5-inch LRFIA or BP-AA or (Optional) AlphaGuard
W-16 plywood; 24- DensDeck Prime or Min. 0.5-inch LRFIA(BG) None N/A SBS-AA BP-AA or FC LO, MTS or -97.5
inch span SECUROCK Cement Roof Board or min. SBS-AA PUMA FA-RS
7/16-inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch base
Min. 15/32-inch N . ) insulation (Optional) | AlphaGuard
Min. 2-inch T hG,T h CGF LRFIA LRFIA or LRFIA(B BP-AA
W-17. | plywood; 24- e e 6, Trisotech CGF, (RFl AgG) Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK it (BG), chonn | BP-AAOr | FCLO,MTSOr | 975
inch span Gypsum-Fiber Roof Board or SECUROCK Cement Roof - SBS-AA PUMA FA-RS
Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 15/32-inch Min. 1.§-inch Trisote.ch G, Tris9tech Additional Insulation Layer(s): (Optional) Min. 1-inch base X AlphaGuard
CGF, Trisotech, H-Shield, Multi-Max LRFIA or B N (Optional)
W-18 plywood; 24- FA3 or Styrofoam Brand Roofmate LRFIA(BG) insulation LRFIA or LFRIA(BG) SBS-AA SBS-TA FCLO, MTS or -52.5
inch span . 4 ! Coverboard: Min. 0.125-inch TremBoard AC PUMA FA-RS
Highload 60 or Plazamate -
Additional Insulation Layer(s): (Optional) Min. 1-inch base
Min. 15/32-inch . . . . insulation . AlphaGuard
Min. 2-inch T hG,T h CGF LRFI |
W-19. | plywood; 24- in. 2-inch Trisotech G, Trisotech CGF, A0 Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK LRFIA or LRFIA(BG) | SBS-AA (Optional) |t o "Mrsor | -60.0
. Trisotech or H-Shield LRFIA(BG) y - SBS-TA
inch span Gypsum-Fiber Roof Board or SECUROCK Cement Roof PUMA FA-RS
Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 2-inch Trisotech G, Trisotech CGF,
Min. 15/32-inch Trisotech, ISOGARD GL, Multi-Max LRFIA or Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board or (Optional) AlphaGuard
W-20 plywood; 24- FA3, ISOGARD CG, UltraMax or LRFIA(BG) SECUROCK Cement Roof Board or min. 7/16-inch DEXcell LRFIA or LFRIA(BG) SBS-AA SB?-TA FCLO, MTS or -75.0
inch span Styrofoam Brand Roofmate, Highload Cement Roof Board PUMA FA-RS
60 or Plazamate
Min. 0.25-inch SECUROCK Gypsum-
Min. 15/32-inch Fiber Roof Board, Min. 0.5-inch LREIA or (Optional) AlphaGuard
W-21 plywood; 24- DensDeck Prime or Min. 0.5-inch LRFIA(BG) None N/A SBS-AA SBFS)-TA FC LO, MTS or -97.5
inch span SECUROCK Cement Roof Board or min. PUMA FA-RS
7/16-inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch base
Min. 15/32-inch . . . . insulation . AlphaGuard
Min. 2-inch Trisotech G, Trisotech CGF, | LRFIA or . . . LRFIA or LRFIA(BG), Optional
W-22 plywood; 24- Tr:sotelh or HI—ShieId ! LRFIA(BG) Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK 6-inch o.c (86) SBS-AA (SBS»ITA ) FCLO, MTS or -97.5
inch span Gypsum-Fiber Roof Board or SECUROCK Cement Roof - PUMA FA-RS
Board or min. 7/16-inch DEXcell Cement Roof Board
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NEmoO | etc.e
TABLE 1A: WOOD DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (Note 15)
System Deck . e, mMbDP
ac acl
No. (Note 1) Type Type Base Pl Pl LARS (psf)
w (Notes 6,7,8) e (Notes 6,7,8) v v
SEBS-APPLIED BASE PLY:
Min. 15/32-inch Min. 1'5_;_mCh Trlsote'ch G Tr|59tech Additional Insulation Layer(s): (Optional) Min. 1-inch base (Optional) | AlphaGuard
CGF, Trisotech, H-Shield, Multi-Max LRFIA or X X BP-SEBS or
W-23. plywood; 24- FA3 or Styrofoam Brand Roofmate LRFIA(BG) insulation LRFIA or LFRIA(BG) SBS-SERS BP-SEBS or | FCLO, MTS or -52.5
inch span . ¥ ’ Coverboard: Min. 0.125-inch TremBoard AC SBS-SEBS PUMA FA-RS
Highload 60 or Plazamate -
Additional Insulation Layer(s): (Optional) Min. 1-inch base
Min. 15/32-inch . . . . insulation (Optional) AlphaGuard
Min. 2-inch Trisotech G, Trisotech CGF, LRFIA or . X . LRFIA or LRFIA(BG), BP-SEBS or
W-24 plywood; 24- Trisotech or H-Shield LRFIA(BG) Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK 6uinch o.c (BG) SBS-SEBS BP-SEBSor | FCLO, MTSor | -60.0
inch span Gypsum-Fiber Roof Board or SECUROCK Cement Roof - SBS-SEBS PUMA FA-RS
Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 2-inch Trisotech G, Trisotech CGF,
Min. 15/32-inch Trisotech, ISOGARD GL, Multi-Max LRFIA or Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board or BP-SEBS or (Optional) AlphaGuard
W-25. plywood; 24- FA3, ISOGARD CG, UltraMax or LRFIA(BG) SECUROCK Cement Roof Board or min. 7/16-inch DEXcell LRFIA or LFRIA(BG) SBS-SEBS BP-SEBS or | FCLO, MTS or -75.0
inch span Styrofoam Brand Roofmate, Highload Cement Roof Board SBS-SEBS PUMA FA-RS
60 or Plazamate
Min. 15/32-inch (Optional) AlphaGuard
W-26. | plywood; 24- Min. 0.5-inch DensDeck Prime tii:ﬁ(‘;e_) None N/A EBP ;55;’ Sor BP-SEBSor | FCLO, MTSor | -97.5
inch span SBS-SEBS PUMA FA-RS
Additional Insulation Layer(s): (Optional) Min. 1-inch base
Min. 15/32-inch ) . . ) insulation (Optional) AlphaGuard
Min. 2-inch Trisotech G, Trisotech CGF, LRFIA . X X LRFIA or LRFIA(BG), BP-SEBS
W-27. | plywood; 24- T o e e (RE1 A(‘;rG) Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK fincha {BG) chocEs | BP-SEBSor | FCLO,MTSor | 975
inch span Gypsum-Fiber Roof Board or SECUROCK Cement Roof - SBS-SEBS PUMA FA-RS
Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 15/32-inch N.lm' 0.25-inch SECURQCK Gypsum— (Optional) AlphaGuard
Fiber Roof Board or min. 0.5-inch LRFIA or BP-SEBS or
W-28. plywood; 24- . None N/A BP-SEBS or FCLO, MTS or -112.5
inch span SECUROCK Cement Roof Board or min. LRFIA(BG) SBS-SEBS SBS-SEBS PUMA FA-RS
P 7/16-inch DEXcell Cement Roof Board
TORCH-APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional) Min. 1-inch base
Min. 15/32-inch . . . . insulation . AlphaGuard
W-29 plywood; 24- x::&i:;?;ﬁ:{;?gg Qpisotech O II:EE::((;G) Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK LRFIA or LRFIA(BG) SBS-TA (S(;;S)f_lroAnaI) FC LO, MTS or -60.0
inch span Gypsum-Fiber Roof Board or SECUROCK Cement Roof PUMA FA-RS
Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 2-inch Trisotech G, Trisotech CGF,
Min. 15/32-inch Trisotech, ISOGARD GL, Multi-Max LRFIA or Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board or (Optional) AlphaGuard
W-30 plywood; 24- FA3, ISOGARD CG, UltraMax or LRFIA(BG) SECUROCK Cement Roof Board or min. 7/16-inch DEXcell LRFIA or LFRIA(BG) SBS-TA SBFS)-TA FCLO, MTS or -75.0
inch span Styrofoam Brand Roofmate, Highload Cement Roof Board PUMA FA-RS
60 or Plazamate

P.E. EVALUATION REPORT: 8™ EDITION FBC NON-HVHZ
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NEmMO | etc.e
TABLE 1A: WOOD DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (Note 15)
System Deck e P . MDP
No. (Note 1) T ac T ac Base PI Pl LAR s
ype (Notes 6,7,8) ype (Notes 6,7,8) ase By Y S
Additional Insulation Layer(s): (Optional) Min. 1-inch base
Min. 15/32-inch . . . . insulation . AlphaGuard
W-31. | plywood; 24- x:go tze :;]C:rT;"S;tI:g G, Trisotech CGF, tﬁi::(gre) Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK Eii';c: CLRF'A(BG)' SBS-TA (scégflT(X]al) FCLO,MTSor | -97.5
inch span Gypsum-Fiber Roof Board or SECUROCK Cement Roof N PUMA FA-RS
Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 0.25-inch SECUROCK Gypsum-
Min. 15/32-inch Fiber Roof Board or min. 0.5-inch . AlphaGuard
. LRFIA or (Optional)
W-32. plywood; 24- DensDeck Prime or SECUROCK Cement LRFIA(BG) None N/A SBS-TA SBS-TA FCLO, MTSor | -112.5
inch span Roof Board or min. 7/16-inch DEXcell PUMA FA-RS
Cement Roof Board
©ONEMO ETC LLC P.E. EVALUATION REPORT: 8™ EDITION FBC NON-HVHZ PEER-TRM-004.A.R11 for FL15545-R11 (NON-HVHZ)
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TABLE 18: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SySTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED ToP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Top Insulation (s) Roof Cover (Note 15)
System Deck — e, mMbDP
astener Attach ac
No. (Note 1) T T Base PI Pl LARS (psf)
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8) ase Y Y
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Mm. 19/32- M!n. Z-inch Trisotech G, Tr|s9tech CGF, Tr'emco #15 El’,',D Additional Insulation Layer(s): (Optional) Min. 1-inch (Optional) AlphaGuard
inch CDX Trisotech, EnergyGuard Polyiso with Tremco 3 1 per - - LRFIA or BP-CA6 or
e lywood; 24- | Insulation, ISOGARD GL, ISOGARD CG, | Metal Insulation 2.0f | Paseinsulation LRFIA(BG) | SBS-CA6 BP-CA6or | FCLO,MTSor | -52.5
Py ! S ! ! ' Coverboard: Min. 0.125-inch TremBoard AC SBS-CA6 PUMA FA-RS
inch span Multi-Max FA3 Plate
Min. 19/32- Min. 2-inch Trisotech G, Trisotech CGF, | Tremco #15 EHD Additional Insulation Layer(s): (Optional) Min. 1-inch (Optional) AlbhaGuard
W-34 inch CDX Trisotech, EnergyGuard Polyiso with Tremco 3” 1 per base insulation LRFIA or BP-CA6 or BP’-)CAG or FCpLO MTS or -60.0
plywood; 24- Insulation, ISOGARD GL, ISOGARD CG Metal Insulation 2.0ft? | Coverboard: Min. 0.5-inch DensDeck Prime or LRFIA(BG) SBS-CA6 ’ ’
N . PE— . SBS-CA6 PUMA FA-RS
inch span or Multi-Max FA3 Plate SECUROCK Gypsum-Fiber Roof Board
in. - in. 2-i i i Additional Insulation L (s): (Optional) Min. 1-inch
Mln 19/32 M.ln 2-inch Trisotech G, Tnsgtech CGF, Tr_emco #15 EI-’I’D itional Insulatioh Laverfs (Optional) Min. 1-inc LRFIA o (Optional) | AlphaGuard
W-35 inch CDX Trisotech, EnergyGuard Polyiso with Tremco 3 1 per base insulation LRFIA(BG) BP-CA6 or BP-CA6 or ECLO. MTS or 825
' plywood; 24- Insulation, ISOGARD GL, ISOGARD CG Metal Insulation 1.0ft2 | Coverboard: Min. 0.5-inch DensDeck Prime or 6-inch o c’ SBS-CA6 SBS-CAG PUM/—I\ FA-RS ’
inch span or Multi-Max FA3 Plate SECUROCK Gypsum-Fiber Roof Board -
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
M|n. 19/32- M.ln. 2-inch Trisotech G, Trlsgtech CGF, Tr.emco #15 EI-,I'D Additional Insulation Layer(s): (Optional) Min. 1-inch (Optional) AlphaGuard
W-36 inch CDX Trisotech, EnergyGuard Polyiso with Tremco 3 1 per base insulation LRFIA or BP-CAS5 or BP-CAS or FC LO, MTS or 525
plywood; 24- Insulation, ISOGARD GL, ISOGARD CG, Metal Insulation 2.0 ft2 . . LRFIA(BG) SBS-CAS5 ’ ’
. . Coverboard: Min. 0.125-inch TremBoard AC SBS-CAS5 PUMA FA-RS
inch span Multi-Max FA3 Plate
Min. 19/32- Min. 2-inch Trisotech G, Trisotech CGF, | Tremco #15 EHD Additional Insulation Layer(s): (Optional) Min. 1-inch !
X . . . ” - - (Optional) AlphaGuard
W-37 inch CDX Trisotech, EnergyGuard Polyiso with Tremco 3 1 per base insulation LRFIA or BP-CA5 or BP-CAS or FC LO, MTS or -60.0
plywood; 24- | Insulation, ISOGARD GL, ISOGARD CG Metal Insulation 2.0ft> | Coverboard: Min. 0.5-inch DensDeck Prime or LRFIA(BG) SBS-CAS . '
N X PRy ) SBS-CA5 PUMA FA-RS
inch span or Multi-Max FA3 Plate SECUROCK Gypsum-Fiber Roof Board
in. - in. 2-i i i Additional Insulation L (s): (Optional) Min. 1-inch
Mn 19/32 M.m 2-inch Trisotech G, Tnsgtech CGF, Tr.emco #15 EI-,I'D i llona r?su ation Layer(s): (Optional) Min. 1-inc LREIA or (Optional) AlphaGuard
W-38 inch CDX Trisotech, EnergyGuard Polyiso with Tremco 3 1 per base insulation LRFIA(BG) BP-CAS5 or BP-CAS or FCLO. MTS or 825
. plywood; 24- Insulation, ISOGARD GL, ISOGARD CG Metal Insulation 1.0ft2 | Coverboard: Min. 0.5-inch DensDeck Prime or 6-inch o c' SBS-CA5 SBS-CAS PUMA, FA-RS ’
inch span or Multi-Max FA3 Plate SECUROCK Gypsum-Fiber Roof Board -
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TABLE 1c: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED TEMP ROOF, BONDED TOP INSULATION, BONDED ROOF COVER

S . Thermal Barrier Temp Roof Insulation Layer(s) — Roof Cover (Note 15) MDP
No. (Note 1) Type Fastener (Note 2, Note 11) ':t::i:‘ (Note 15) Type Not:tsa; . Base Ply Ply LARS (psf)
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Dekfast DF-#14-PH3 with Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 15/32- Min. 0.5-inch Dekfast PLT-R-3, Tremco Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- AlphaGuard
. DensDeck Prime #1410 Fastener with Tremco One or two plies, Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG, UltraMax (Optional)
W-39. |n|ch CD;(. 2 or SECUROCK Disc 3 in. Steel Stress Plate or zlgcfsrz BP-CA5 or SBS- or Styrofoam Brand Roofmate, Highload 60 or Plazamate tgi:ﬁ ng E;;CCA/fsor BP-CA6 or FC ;SM'\QTS -45.0*
&Z\::gar'\ ) Gypsum-Fiber Tremco #14 HD Fastener oft CA5 Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK (BG) - SBS-CA6 ?/:—RS
Roof Board with Tremco 3” Metal Gypsum Fiber Roof Board or SECUROCK Cement Roof Board
Insulation Plate or min. 7/16-inch DEXcell Cement Roof Board
Dekfast DF-#14-PH3 with Tremco AVC Insulation Layer(s): One or more, min. 1-inch Trisotech G,
. . . Dekfast PLT-R-3, Tremco Membrane Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H-
Min. 15/32- | Min. 0.5-inch #1410 Fastener with Tremco Primer or AVC Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG, UltraMax (Optional) | AlPhaGuard
inch CDX SECUROCK . . 1 per 5 LRFIA or BP-CA6 or FC LO, MTS
W-40. plywood; 24- | Gypsum-Fiber Disc 3 in. Steel Stress Plate or 2.0 ft2 Membrane or Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG) SBS-CAG BP-CA6 or or PUMA -45.0*
inch spar‘w Roof Board Tremco #14 HD Fastener Primer (WB) Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK SBS-CA6 FA-RS
with Tremco 3” Metal followed by Gypsum Fiber Roof Board or SECUROCK Cement Roof Board
Insulation Plate Tremco AVC Max or min. 7/16-inch DEXcell Cement Roof Board
Dekfast DF-#14-PH3 with Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 15/32- Min. 0.5-inch Dekfast PLT-R-3, Tremco Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- AlphaGuard
X DensDeck Prime #1410 Fastener with Tremco One or two plies, Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG, UltraMax LRFIA or (Optional)
W-41. |n|ch CD;(, I or SECUROCK Disc 3 in. Steel Stress Plate or 11;?2 BP-CAS5 or SBS- or Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 6- E;;CCAESW BP-CA6 or FC I&S;\/I,\TS -90.0
;Z:zp?arlw ) Gypsum-Fiber Tliemco #14 HD Fastener St CA5 Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK inch o.c. - SBS-CA6 ?/;-RS
Roof Board with Tremco 3” Metal Gypsum Fiber Roof Board or SECUROCK Cement Roof Board
Insulation Plate or min. 7/16-inch DEXcell Cement Roof Board
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Dekfast DF-#14-PH3 with Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 15/32- Min. 0.5-inch Dekfast PLT-R-3, Tremco Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H- AlphaGuard
o DensDeck Prime #1410 Fastener with Tremco One or two plies, Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG, UltraMax (Optional)
W-42. |n|ch CD(); 24 or SECUROCK Disc 3 in. Steel Stress Plate or zlgfrz BP-CAS or SBS- or Styrofoam Brand Roofmate, Highload 60 or Plazamate tEE:: cl;rG S;CCAESOI’ BP-CAS or FC IP_S;VI’\//-I\TS -45.0*
&Z;W:San " | Gypsum-Fiber Tremco #14 HD Fastener O cas Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK (8G) " SBS-CAS (F)/rA-RS
Roof Board with Tremco 3” Metal Gypsum Fiber Roof Board or SECUROCK Cement Roof Board
Insulation Plate or min. 7/16-inch DEXcell Cement Roof Board
Dekfast DF-#14-PH3 with Tremco AVC Insulation Layer(s): One or more, min. 1-inch Trisotech G,
. . . Dekfast PLT-R-3, Tremco Membrane Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H-
Min. 15/32- | Min. 0.5-inch #1410 Fastener with Tremco Primer or AVC Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG, UltraMax (Optional) | AlPhacuard
inch CDX SECUROCK K R 1 per . LRFIA or BP-CAS or FC LO, MTS
W-43. plywood; 24- | Gypsum-Fiber Disc 3 in. Steel Stress Plate or 20f2 Membrane or Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG) SBS-CAS BP-CAS or or PUMA -45.0*
inch span Roof Board Tremco #14 HD Fastener Primer (WB) Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK SBS-CA5 FA-RS
with Tremco 3” Metal followed by Gypsum Fiber Roof Board or SECUROCK Cement Roof Board
Insulation Plate Tremco AVC Max or min. 7/16-inch DEXcell Cement Roof Board
Dekfast DF-#14-PH3 with Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 15/32- Min. 0.5-inch Dekfast PLT-R-3, Tremco Tri_sotech CGF, EnergyGua_rd Polyiso Insulation, Trisotech, H- AlphaGuard
inch CDX DensDeck Prime #1410 Fastener with Tremco 1 per One or two plies, Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG, UltraMax LRFIA or BP-CAS or (Optional) FCLO, MTS
W-44. plywood; 24- or SECUROCK Disc 3 in. Steel Stress Plate or 132 BP-CAS5 or SBS- or Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 6- SBS-CAS BP-CAS5 or or PU;\/IA -90.0
inch sparl\ Gypsum-Fiber Tremco #14 HD Fastener CAS Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK inch o.c. SBS-CA5 FA-RS
Roof Board with Tremco 3” Metal Gypsum Fiber Roof Board or SECUROCK Cement Roof Board
Insulation Plate or min. 7/16-inch DEXcell Cement Roof Board
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TABLE 1p: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER
SyYSTEM TYPE C-1: IMECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Roof Cover (Note 15)

System Deck Base Insulation : MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 11) (:t:aiﬂ Base Ply Ply LARS (psf)
ote

BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 15/32-inch
plywood or min.
W-45. 7/16-inch OSB at
max. 24-inch span
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
Min. 15/32-inch

One or more, any combination,
min. 1-inch total thickness, loose
laid

. 2 i
Trufast Versa Fastener & Plate; 1 per 4.0 ft BP-CAG or (Optional) AlphaGuard

4 screws per plate installed in (8 per 4x8 ft SBS-CAG BP-CA6 or FCLO, MTSor | -30.0*
square pattern* board) SBS-CA6 PUMA FA-RS

Min. 1/8-inch TremBoard AC or Blue Ridge
STURDY-DEK Asphaltic Coverboard

lywood or min One or more, any combination, Min. %-inch TremBoard AC or Blue Ridge Trufast Versa Fastener & Plate; 1 per 4.0 ft2 BP-CAG or (Optional) AlphaGuard
W-46 s/ylG-inch 0S8 a.t min. 1-inch total thickness, loose STURDY-DEK Asphaltic Coverboard or min. 0.5- 4 screws per plate installed in (8 per 4x8 ft SBS-CAG BP-CA6 or FCLO, MTSor | -37.5*
e laid inch SECUROCK Gypsum-Fiber Roof Board square pattern* board) SBS-CA6 PUMA FA-RS

max. 24-inch span
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 300 Ibf.
Min. 15/32-inch Trufast Versa Fastener & Plate;

lywood or min (Optional) One or more, any Min. 1/8-inch TremBoard AC or Blue Ridge 2 screws per plate installed 1 per 2.9 ft2 BP-CA6 or (Optional) AlphaGuard
W-47 5/\/16-inch 0SB a.t combination, min. 1-inch total STURDY-DEK Asphaltic Coverboard or min. 0.5- 180° into’zheioles of the (11 per 4x8 ft SBS-CAG BP-CA6 or FCLO, MTSor | -37.5%
- thickness, loose laid inch SECUROCK Gypsum-Fiber Roof Board board) SBS-CA6 PUMA FA-RS

max. 24-inch span plate*
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 218 Ibf.
Min. 15/32-inch Trufast Versa Fastener & Plate;

lvwood or min (Optional) One or more, any Min. 1/8-inch TremBoard AC or Blue Ridge 2 screws per plate installed 1 per 2.13 ft? BP-CA6 or (Optional) AlphaGuard
W-4 s/ylG—inch 0SB a.t combination, min. 1-inch total STURDY-DEK Asphaltic Coverboard or min. 0.5- 180° intozheioles of the (15 per 4x8 ft SBS-CAG BP-CA6 or FCLO, MTSor | -45.0*
-48. thickness, loose laid inch SECUROCK Gypsum-Fiber Roof Board board) SBS-CA6 PUMA FA-RS

max. 24-inch span plate*
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 192 Ibf.
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 15/32-inch
plywood or min.
W-49. 7/16-inch OSB at
max. 24-inch span
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
Min. 15/32-inch

One or more, any combination,
min. 1-inch total thickness, loose
laid

. 2 i
Trufast Versa Fastener & Plate; 1 per 4.0 ft BP-CAS or (Optional) AlphaGuard

4 screws per plate installed in (8 per 4x8 ft SBS-CAS BP-CAS or FCLO, MTSor | -30.0*
square pattern* board) SBS-CA5 PUMA FA-RS

Min. 1/8-inch TremBoard AC or Blue Ridge
STURDY-DEK Asphaltic Coverboard

lvwood or min One or more, any combination, Min. %-inch TremBoard AC or Blue Ridge Trufast Versa Fastener & Plate; 1 per 4.0 ft2 BP-CAS or (Optional) AlphaGuard
W g/yle—inch 0SB a.t min. 1-inch total thickness, loose STURDY-DEK Asphaltic Coverboard or min. 0.5- 4 screws per plate installed in (8 per 4x8 ft SBS-CAS BP-CAS or FCLO, MTSor | -37.5*
-50. laid inch SECUROCK Gypsum-Fiber Roof Board square pattern* board) SBS-CA5 PUMA FA-RS

max. 24-inch span
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 300 Ibf.
Min. 15/32-inch Trufast Versa Fastener & Plate;

lvwood or min (Optional) One or more, any Min. 1/8-inch TremBoard AC or Blue Ridge 2 screws per plate installed 1 per 2.9 ft? BP-CAS or (Optional) | AlphaGuard
1 s/yl6—inch 0SB a.t combination, min. 1-inch total STURDY-DEK Asphaltic Coverboard or min. 0.5- 180° intoihe?\oles of the (11 per 4x8 ft SBS-CAS BP-CAS or FCLO, MTSor | -37.5*
W-51. thickness, loose laid inch SECUROCK Gypsum-Fiber Roof Board board) SBS-CAS PUMA FA-RS

max. 24-inch span plate*
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 218 Ibf.

©ONEMO ETC LLC P.E. EVALUATION REPORT: 8™ EDITION FBC NON-HVHZ PEER-TRM-004.A.R11 for FL15545-R11 (NON-HVHZ)
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TABLE 1p: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

SysTEM TYPE C-1: IMECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Roof Cover (Note 15
System Deck Base Insulation plnsuat ver (Note 15) MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 11) (:t:ai;‘) Base Ply Ply LARS (psf)
ote
Nlllr\:\'l;'jf;_lr:?: (Optional) One or more, any Min. 1/8-inch TremBoard AC or Blue Ridge ;r:;f::v;/e:f ﬁ:iz:ﬁ{aﬁgate; 1 per 2.13 ft? BP-CAS or (Optional) AlphaGuard
;)/ylG—inch 0SB a.t combination, min. 1-inch total STURDY-DEK Asphaltic Coverboard or min. 0.5- 180° intor:heF;loles of the (15 per 4x8 ft SBS-CAS BP-CAS or FCLO, MTSor | -45.0*
W-52 max. 24-inch span thickness, loose laid inch SECUROCK Gypsum-Fiber Roof Board plate* board) SBS-CAS PUMA FA-RS
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 192 Ibf.
HOT-ASPHALT-APPLIED BASE PLY:
Min. 15/32-inch s . 2 i
plywood or min. One or-more, any cpmblnatlon, Min. 1/8-inch TremBoard AC or Blue Ridge Trufast Versa Fastgner & PIa-te, 1 per 4.0 ft BP-AA o (Optional) AlphaGuard .
W-53 7/16-inch OSB at min. 1-inch total thickness, loose STURDY-DEK Asphaltic Coverboard 4 screws per plate installed in (8 per 4x8 ft SBS-AA BP-AA or FCLO, MTSor | -30.0
max. 24-inch span laid square pattern* board) SBS-AA PUMA FA-RS
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
Min. 15/32—|n.ch One or more, any combination, . . . Trufast Versa Fastener & Plate; 1 per 4.0 ft2 (Optional) AlphaGuard
plywood or min. A ) . Min. %-inch TremBoard AC or Blue Ridge . . BP-AA or
e 7/16-inch OSB at min. 1-inch total thickness, loose STURDY-DEK Asphaltic Coverboard 4 screws per plate installed in (8 per 4x8 ft SBS-AA BP-AA or FCLO, MTSor | -37.5*
=>4 max, 24-inch span laid P square pattern* board) SBS-AA PUMA FA-RS
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 300 Ibf.
Min. 15/32—|n.ch (Optional) One or more, any . . . g Faste.ner &Plate; 1 per 2.9 ft2 (Optional) AlphaGuard
plywood or min. combination. min. 1-inch total Min. 1/8-inch TremBoard AC or Blue Ridge 2 screws per plate installed (11 per 4x8 ft BP-AA or BP-AA oF FCLO. MTS or 37.5%
! 7/16-inch OSB - i 180° into the holes of th - ' ’ =
W-55 m/af ;n:_ings S::n thickness, loose laid STURDY-DEK Asphaltic Coverboard pi(ielntot e holes of the board) SBS-AA SBS-AA PUMA FA-RS
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 218 Ibf.
Min. 15/32-|n€:h (Optional) One or more, any . . . Trufast Versa Faste.ner & Plate; 1 per 2.13 fi2 (Optional) AlphaGuard
plywood or min. combination. min. 1-inch total Min. 1/8-inch TremBoard AC or Blue Ridge 2 screws per plate installed (15 per 4x8 ft BP-AA or BP-AA oF FCLO. MTS or 45.0*
! 7/16-inch OSB P - i 180° into the holes of th - ’ o
W-56 m/af ;rzin(gsssatn thickness, loose laid STURDY-DEK Asphaltic Coverboard pli(ie;ntot e holes of the board) SBS-AA SBS-AA PUMA EA-RS
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 192 Ibf.
Min. 15/32-inch
in. 15/3 m(.: One or more, any combination, . . . Trufast Versa Fastener & Plate; 1 per 4.0 ft2 . AlphaGuard
plywood or min. ) ) ) Min. 1/8-inch TremBoard AC or Blue Ridge A ) (Optional)
| min. 1-inch total thickness, loose X 4 screws per plate installed in (8 per 4x8 ft SBS-AA FCLO, MTSor | -30.0*%
W-57 7/16-inch OSB at . STURDY-DEK Asphaltic Coverboard " SBS-TA
max. 24-inch span laid square pattern board) PUMA FA-RS
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
in. 15/32-i
Min. 15/3 |n(':h One or more, any combination, . . . Trufast Versa Fastener & Plate; 1 per 4.0 ft2 . AlphaGuard
plywood or min. A . . Min. %-inch TremBoard AC or Blue Ridge A . (Optional)
. min. 1-inch total thickness, loose : 4 screws per plate installed in (8 per 4x8 ft SBS-AA FCLO, MTSor | -37.5*
W-58 7/16-inch OSB at ) STURDY-DEK Asphaltic Coverboard " SBS-TA
max. 24-inch span laid square pattern board) PUMA FA-RS
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 300 Ibf.
g/llyl/r\:vc}jé?’ozr:l(l:: (Optional) One or more, any Min. 1/8-inch TremBoard AC or Blue Ridge ;r:cf:\fv:/z;srp':l:teeirr:i;aﬁez:ate; 1per2.9ft (Optional) AlphaGuard
3 . L in. i . 1/8- X BS-, L -37.5*
W=39. 1 7/16-inch OsB at combination, min. l-inch total | crepy ek Asphaltic Coverboard 180° into the holes of the (11peraxgft | SBS-AA SBS-TA FCLO,MTSor | -37.5
max. 24-inch span thickness, loose laid plate* board) PUMA FA-RS

P.E. EVALUATION REPORT: 8™ EDITION FBC NON-HVHZ
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TABLE 1p: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

SysTEM TYPE C-1: IMECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

max. 24-inch span

plate*

Top Insulation Roof Cover (Note 15
System Deck Base Insulation P (Note 15) MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 11) (:z::i;‘) Base Ply Ply LARS (psf)
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 218 Ibf.
“T'r\;;()ljéizr’:?: (Optional) One or more, any Min. 1/8-inch TremBoard AC or Blue Ridge ;r:cf::\fv:/e::: Flzi;eirr]li':agl;ejate; 1 per2.13 f* (Optional) AlphaGuard
Weg0. | M1einch0spar | combination min Linchtotal | i S B R oo 180° into the holes of the (15 per 48 ft | SBS-AA SE5TA FCLO,MTSor | -45.0*
B thickness, loose laid P board) PUMA FA-RS

Note:

*Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, fie

Id withdrawal resistance testing (Note 11) shall yield minimum 192 Ibf.

SEBS-APPLIED BASE PLY:

Min. 15/32-inch

max. 24-inch span

plate*

plywood or min. Or'1e or'more, any c9mbination, Min. 1/8-inch TremBoard AC or Blue Ridge Trufast Versa Faste.ner & PIa.te; 1 per 4.0 ft2 BP-SEBS or (Optional) AlphaGuard .
W-61 7/16-inch 0SB at m-|n. 1-inch total thickness, loose STURDY-DEK Asphaltic Coverboard 4 screws per plate installed in (8 per 4x8 ft SBS-SEBS BP-SEBSor | FCLO, MTSor | -30.0
) laid square pattern* board) SBS-SEBS PUMA FA-RS
max. 24-inch span
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
m;r\l’josé?’ozr:“c: One or more, any combination, Min. %-inch TremBoard AC or Blue Ridge Trufast Versa Fastener & Plate; 1 per 4.0 ft2 BP-SEBS or (Optional) AlphaGuard
W-62 7/16-inch 0SB at min. 1-inch total thickness, loose | STURDY-DEK Asphaltic Coverboard or min. 0.5- 4 screws per plate installed in (8 per 4x8 ft SBS-SEBS BP-SEBSor | FCLO, MTSor | -37.5*
) laid inch SECUROCK Gypsum-Fiber Roof Board square pattern* board) SBS-SEBS PUMA FA-RS
max. 24-inch span
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 300 Ibf.
g/ll;:voljf;ﬁf: (Optional) One or more, any Min. 1/8-inch TremBoard AC or Blue Ridge -er:cff:\fvllzzapﬁz:;ei:itraglieﬂate' 1 per 2.9 ft2 BP-SEBS or (Optional) AlphaGuard
W-63 7/16-inch OSB at combination, min. 1-inch total STURDY-DEK Asphaltic Coverboard or min. 0.5- 180° into the holes of the (11 per 4x8 ft SBS-SEBS BP-SEBSor | FCLO, MTSor | -37.5*
' ) thickness, loose laid inch SECUROCK Gypsum-Fiber Roof Board board) SBS-SEBS PUMA FA-RS
max. 24-inch span plate*
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 218 Ibf.
m;;;jgizr-:?:. (Optional) One or more, any Min. 1/8-inch TremBoard AC or Blue Ridge -er:cff:\fv:/?::pi?i:teei:;ra&ligate’ 1 per 2.13 ft? BP-SEES or (Optional) AlphaGuard
W-64 7/16-inch OSB at combination, min. 1-inch total STURDY-DEK Asphaltic Coverboard or min. 0.5- 180° into the holes of the (15 per 4x8 ft SBS-SEBS BP-SEBSor | FCLO, MTSor | -45.0*
' thickness, loose laid inch SECUROCK Gypsum-Fiber Roof Board board) SBS-SEBS PUMA FA-RS

Note:

*Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, fie

Id withdrawal resistance testing (Note 11) shall yield minimum 192 Ibf.

TORCH-APPLIED BASE PLY:

Min. 15/32-inch

max. 24-inch span

N . N

plywood or min. O|.1e or'more, any chblnatlon, Min. 1/8-inch TremBoard AC or Blue Ridge Trufast Versa Faste.ner & PIa!te, 1 per 4.0 ft (Optional) AlphaGuard

. min. 1-inch total thickness, loose . 4 screws per plate installed in (8 per 4x8 ft SBS-TA FCLO, MTSor | -30.0*%

W-65 7/16-inch OSB at X STURDY-DEK Asphaltic Coverboard " SBS-TA

max. 24-inch span laid square pattern board) PUMA FA-RS

Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
in. 15/32-i . . . .

Nll”\lloosésor II’:(I:: One or more, any combination, Min. %-inch TremBoard AC or Blue Ridge Trufast Versa Fastener & Plate; 1 per 4.0 ft2 (Optional) AlphaGuard

s/yl6—inch 0SB a.t min. 1-inch total thickness, loose | STURDY-DEK Asphaltic Coverboard or Min. 0.5- 4 screws per plate installed in (8 per 4x8 ft SBS-TA SBz-TA FCLO, MTSor | -37.5*
W-66. laid inch SECUROCK Gypsum-Fiber Roof Board square pattern* board) PUMA FA-RS

Note:

*Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 300 Ibf.

P.E. EVALUATION REPORT: 8™ EDITION FBC NON-HVHZ
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TABLE 1p: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

NEmoO | etc.e

SysTEM TYPE C-1: IMECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

ST Deck Base Insulation Top Insulation Roof Cover (Note 15) MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 11) (:z::i;‘) Base Ply Ply LARS (psf)
m;:v;'jf;l::: One or more, any combination, Min. 1/8-inch TremBoard AC or Blue Ridge ‘zrr:cff:\fvllzsfpl:l:i:ei:iaﬁeﬂatel 1 per 2.9 ft2 (Optional) AlphaGuard
W-67 7/16-inch OSB at min. 1-inch total thickness, loose | STURDY-DEK Asphaltic Coverboard or Min. 0.5- 180° into the holes of the (11 per 4x8 ft SBS-TA SBS-TA FCLO, MTSor | -37.5*
) laid inch SECUROCK Gypsum-Fiber Roof Board board) PUMA FA-RS
max. 24-inch span plate*
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 218 Ibf.
m;r\l’jjé?’;:“c: (Optional) One or more, any Min. 1/8-inch TremBoard AC or Blue Ridge ;T;f:;:z:f;ii:i;ﬁgate' 1 per 2.13 ft2 (Optional) AlphaGuard
W-68 7/16-inch OSB at combination, min. 1-inch total STURDY-DEK Asphaltic Coverboard or Min. 0.5- 180° into the holes of the (15 per 4x8 ft SBS-TA SBS-TA FCLO, MTSor | -45.0*%
. thickness, loose laid inch SECUROCK Gypsum-Fiber Roof Board board) PUMA FA-RS
max. 24-inch span plate*

Note:

*Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 192 Ibf.

TABLE 1e: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

S Deck ) Insulation and/or Base Sheet Roof Cover (Note 15) MDP
No A Slip Sheet Thermal Barrier - I . (osf)
. ( ) (Note 3, Note 13) Type Fastener (Note 11) pacing Base Ply LAR! (psf)
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
M|n. 19/32- (Optional) FBC Approved, One qr mf)re, any- BURmastic Composite Ply HT, BURmastic Composite Tremco #ll-l HD 6—!nch (?.c. at Fhe BP-CAG or AlphaGuard
W-69. inch plywood; ASTM D4601, Type Il base combination, prelim. Plv Premium or BURmastic Composite Ply HT Green Fastener with Tremco min. 4-inch wide SBS-CAG FC LO, MTS or -67.5
24-inch span sheet, loose laid attach ¥ P Y 2.4” Barbed Seam Plate side laps PUMA FA-RS
HOT-ASPHALT-APPLIED BASE PLY:
!\/Im. 19/32- (Optional) FBC Approved, One qr mt.)re, any. BURmastic Composite Ply HT, BURmastic Composite Tremco #14.1 HD 6-!nch g.c. at Fhe BP-AA oF AlphaGuard
W-70. inch plywood; ASTM D4601, Type Il base combination, prelim. Plv Premium or BURmastic Composite Ply HT Green Fastener with Tremco min. 4-inch wide SBS-AA FC LO, MTS or -67.5
24-inch span sheet, loose laid attach ¥ P Y 2.4” Barbed Seam Plate side laps PUMA FA-RS
SEBS-APPLIED BASE PLY:
!\/Im. 19/32- (Optional) FBC Approved, One qr mt.)re, any. BURmastic Composite Ply HT, BURmastic Composite Tremco #14.1 HD 6-!nch g.c. at Fhe BP-SEBS or AlphaGuard
W-71. inch plywood; ASTM D4601, Type Il base combination, prelim. Plv Premium or BURmastic Composite Ply HT Green Fastener with Tremco min. 4-inch wide SBS-SERS FC LO, MTS or -67.5
24-inch span sheet, loose laid attach v P Y 2.4” Barbed Seam Plate side laps PUMA FA-RS
TORCH-APPLIED BASE PLY:
Min. 19/32- (Optional) FBC Approved, One or more, any ) ) ) . Tremco #14 HD 6-inch o.c. at the AlphaGuard
W-72. inch plywood; ASTM D4601, Type Il base combination, prelim. SIUiT;;ﬁfanTgﬁsé:aT;cH;iu':):i]:esﬁlc C}-lo:g:)es;e Fastener with Tremco min. 4-inch wide SBS-TA FC LO, MTS or -67.5
24-inch span sheet, loose laid attach ¥ P Y 2.4” Barbed Seam Plate side laps PUMA FA-RS
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TABLE 1F: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SyYSTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED POWERFAST, BONDED ROOF COVER

NEmoO | etc.e

Insulati
S Deck nsulation and'/or PowerFAST (Note 15A) Roof Cover (Note 15) MDP
No o Thermal Barrier . (osf)
b (Note 1) (Note 3, Note 13) Type Fastener (Note 11) Spacing Base Ply LARS
POWERPLY ENDURE 100 SMOOTH WITH FASTENER AND STRESS PLATE:
Min. 15/32-inch One or more, any POWERply . ” 6-inch o.c. within the min. 5-inch wide, AlphaGuard
W-73. plywood; 24-inch combination, prelim. Endure 100 Tremco #15 EHD with Tremco 2.4” Barbed Seam POWERply Endure BIO Adhesive TF sealed (Optional) SBS-CA5 FC LO, MTS or -60.0
Plate .
span attach Smooth side laps PUMA FA-RS
POWERPLY HEAVY DUTY BASE SHEET WITH FASTENER AND STRESS PLATE:
R -
Min. 15/32-inch One or more, min. 1-inch, | POWERply Trufast Versa Fastener (m.m' % penet:e-xtlon) & . - . . . (Optional) BP-AA, AlphaGuard
. . ) Plate; 2 screws per plate installed 180° into the 18-inch o.c. within the min. 5-inch wide,
plywood; 24-inch any combination, prefim. Heavy Duty holes of the plate, parallel to the width-direction of Tremco LF Adhesive sealed side laps SBS-AA, BP-SEBS, FC LO, MTS or 375
W-74. span attach Base Sheet « plate, p P SBS-SEBS or SBS-TA | PUMA FA-RS
the sheet
Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 291 Ibf.
— -
Min. 15/32-inch One or more, min. 1-inch, | POWERply Trufast Versa Fastener (m.m' % penet:z-xtlon) & ; e . . . (Optional) BP-AA, AlphaGuard
. o R Plate; 2 screws per plate installed 180° into the 12-inch o.c. within the min. 5-inch wide,
plywood; 24-inch any combination, prefim. Heavy Duty holes of the plate, parallel to the width-direction of Tremco LF Adhesive sealed side laps SBS-AA, BP-SEBS, FCLO, MTS or -45.0
W-75. | span attach Base Sheet ne plate, p P SBS-SEBS or SBS-TA | PUMA FA-RS
the sheet
Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 232 Ibf.
Min. 19/32-inch One or more, any POWERply . " 9-inch o.c. within the min. 4-inch wide . AlphaGuard
W-76. plywood; 24-inch combination, prelim. Heavy Duty Z;:r:::sl:tts EHD Fastenel QI WRGERQ Baried POWERply Endure BIO Adhesive TF or f)?ggg?ca,BSBp CAS FC LO, MTS or -52.5
span attach Base Sheet Tremco LF Adhesive sealed side laps PUMA FA-RS
Min. 19/32—|n‘ch One or more, any POWERply Tremco #15 EHD Fastener with Tremco 2” Barbed 9-inch o.c. within the min. 4-inch wide (Optional) BP-AA, AlphaGuard
W-77. plywood; 24-inch combination, prelim. Heavy Duty seamPlate Tremco LF Adhesive sealed side laps SBS-AA, BP-SEBS, FCLO, MTS or -52.5
span attach Base Sheet P SBS-SEBS or SBS-TA PUMA FA-RS
— 0 -
Min. 19/32-inch One or more, min. 1-inch, | POWERply o i Qe (m.m' i penet:z?tlon) & . - . . . (Optional) BP-AA, AlphaGuard
. o R Plate; 2 screws per plate installed 180° into the 12-inch o.c. within the min. 5-inch wide,
plywood; 24-inch any combination, prefim. Heavy Duty holes of the plate, parallel to the width-direction of Tremco LF Adhesive sealed side laps SBS-AA, BP-SEBS, FC LO, MTS or 675
W-78. | span attach Base Sheet plate, p p SBS-SEBS or SBS-TA | PUMA FA-RS
the sheet*
Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 349 Ibf.
Min. 19/32-inch One or more, any POWERply . . . - . . . (Optional) BP-AA, AlphaGuard
W-79. | plywood; 24-inch | combination, prelim. Heavy Duty ;;znr:f;’l:tl: EHD Fastener with Tremco 2” Barbed ?r:nitsé /‘:’::;’;i52i$'|’;a4si'ggl‘a""'sde SBS-AA, BP-SEBS, | FCLO,MTSor | -82.5
span attach Base Sheet P SBS-SEBS or SBS-TA PUMA FA-RS
Min. 19/32-inch One or more, any POWERply . 6-inch o.c. within the min. 4-inch wide . AlphaGuard
15 EHD 2" B BP-
W-80. plywood; 24-inch combination, prelim. Heavy Duty ;LEECSI:teS HD Fastener with Tremco arbed POWERply Endure BIO Adhesive TF sealed (o?’;gg?ca/lx)s P-CAS FC LO, MTS or -97.5
span attach Base Sheet side laps PUMA FA-RS
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NEmoO | etc.e
TABLE 16: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET (NAILS), BONDED ROOF COVER

System Deck . Base Sheet Roof Cover (Note 15) MDP
Slip Sheet i
No. (Note 1) Type Fastener (Note 11) I Spacing Base Ply LARS (psf)
BURMASTIC ADHESIVE MC APPLIED BASE PLy:
Min. 15/32-inch . . . Ui 0 . .
lvwood or min (Optional) FBC Approved, BURmastic Glass Ply, BURmastic Glass Ply — 28 Ib, Regular Round Head “Original 9-inch o.c. at 2-inch lap and 9- BP-CAG AlphaGuard
W-81. Ply . ) ASTM D4601, Type Il base | BURmastic Composite Ply HT, BURmastic Composite | Simplex Cap Nails, 1-inch LONG x | inch o.c. at three (3), equally or FCLO, MTSor | -45.0*
7/16-inch OSB at ) R : . R R SBS-CA6
. sheet, loose laid Ply Premium or BURmastic Composite Ply HT Green 1-inch head-diameter spaced, staggered center rows PUMA FA-RS
max. 24-inch span
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 15/32-inch ) . . “Arigimal” : :
lvwood or min (Optional) FBC Approved, BURmastic Glass Ply, BURmastic Glass Ply — 28 Ib, Regular Round Head “Original 9-inch o.c. at 2-inch lap and 9- BP-CAS or AlphaGuard
W-82. K7)/y16-inch 0SB a.t ASTM D4601, Type Il base | BURmastic Composite Ply HT, BURmastic Composite | Simplex Cap Nails, 1-inch long x | inch o.c. at three (3), equally SBS-CAS FCLO, MTSor | -45.0*
) sheet, loose laid Ply Premium or BURmastic Composite Ply HT Green 1-inch head-diameter spaced, staggered center rows PUMA FA-RS
max. 24-inch span
HOT-ASPHALT-APPLIED BASE PLY:
Min. 15/32-inch ) . . A .. . .
lvwood or min (Optional) FBC Approved, BURmastic Glass Ply, BURmastic Glass Ply — 28 Ib, Regular Round Head “Original 9-inch o.c. at 2-inch lap and 9- BP-AA oF AlphaGuard
W-83. ply . ) ASTM D4601, Type Il base | BURmastic Composite Ply HT, BURmastic Composite | Simplex Cap Nails, 1-inch long x | inch o.c. at three (3), equally FCLO, MTSor | -45.0*%
7/16-inch OSB at ) R : A R < SBS-AA
) sheet, loose laid Ply Premium or BURmastic Composite Ply HT Green 1-inch head-diameter spaced, staggered center rows PUMA FA-RS
max. 24-inch span
SEBS-APPLIED BASE PLY:
Min. 15/32-inch . . . “Apiginal” : ;
lvwood or min (Optional) FBC Approved, BURmastic Glass Ply, BURmastic Glass Ply — 28 b, Regular Round Head “Original 9-inch o.c. at 2-inch lap and 9- BP-SEBS or AlphaGuard
W-84. s/ylﬁ-inch 0S8 a.t ASTM D4601, Type Il base | BURmastic Composite Ply HT, BURmastic Composite | Simplex Cap Nails, 1-inch long x | inch o.c. at three (3), equally SBS-SERS FCLO, MTSor | -45.0*
) sheet, loose laid Ply Premium or BURmastic Composite Ply HT Green 1-inch head-diameter spaced, staggered center rows PUMA FA-RS
max. 24-inch span
TORCH-APPLIED BASE PLY:
Min. 15/32-inch ) . . i . .
lvwood or min (Optional) FBC Approved, BURmastic Glass Ply, BURmastic Glass Ply — 28 Ib, Regular Round Head “Original 9-inch o.c. at 2-inch lap and 9- AlphaGuard
W-85. Py . ) ASTM D4601, Type Il base | BURmastic Composite Ply HT, BURmastic Composite | Simplex Cap Nails, 1-inch long x | inch o.c. at three (3), equally SBS-TA FCLO, MTSor | -45.0*
7/16-inch OSB at ) R 4 . R R
) sheet, loose laid Ply Premium or BURmastic Composite Ply HT Green 1-inch head-diameter spaced, staggered center rows PUMA FA-RS
max. 24-inch span
©ONEMO ETC LLC P.E. EVALUATION REPORT: 8™ EDITION FBC NON-HVHZ PEER-TRM-004.A.R11 for FL15545-R11 (NON-HVHZ)
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NEmoO | etc.e
TABLE 1H: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET (SCREWS & PLATES), BONDED ROOF COVER

System Deck . Base Sheet Roof Cover (Note 15) MDP
Slip Sheet i (psf)
No. (Note 1) Type Fastener (Note 11) l Spacing Base Ply LARS sf
BURMASTIC ADHESIVE MC APPLIED BASE PLy:
Min. 19/32—|n.ch (Optional) FBC Approved, BURmastic Composite Ply HT, BURmastic Composite | Tremco #14 HD Fastener with 6-inch o.c. at the min. 4-inch | BP-CA6 or AlphaGuard
W-86. plywood; 24-inch ASTM D4601, Type Il base R : . ” . R FCLO, MTS or -67.5
. Ply Premium or BURmastic Composite Ply HT Green Tremco 2.4” Barbed Seam Plate wide side laps SBS-CA6
span sheet, loose laid PUMA FA-RS
HOT-ASPHALT-APPLIED BASE PLy:
Min. 19/32—|n‘ch (Optional) FBC Approved, BURmastic Composite Ply HT, BURmastic Composite | Tremco #14 HD Fastener with 6-inch o.c. at the min. 4-inch | BP-AA or AlphaGuard
LSz plywood; 24-inch ASTM D4601, Type Il base Ply Premium or BURmastic Composite Ply HT Green Tremco 2.4” Barbed Seam Plate wide side laps SBS-AA FCLO, MTS or 675
span sheet, loose laid Y P v ' P PUMA FA-RS
SEBS-APPLIED BASE PLY:
Min. 19/32-|n.ch (Optional) FBC Approved, BURmastic Composite Ply HT, BURmastic Composite | Tremco #14 HD Fastener with 6-inch o.c. at the min. 4-inch BP-SEBS or AlphaGuard
W-88. plywood; 24-inch ASTM D4601, Type Il base R : . ” . R FC LO, MTS or -67.5
. Ply Premium or BURmastic Composite Ply HT Green Tremco 2.4” Barbed Seam Plate wide side laps SBS-SEBS
span sheet, loose laid PUMA FA-RS
TORCH-APPLIED BASE PLY:
Min. 19/32—|n‘ch (Optional) FBC Approved, BURmastic Composite Ply HT, BURmastic Composite | Tremco #14 HD Fastener with 6-inch o.c. at the min. 4-inch AlphaGuard
LS plywood; 24-inch ASTM D4601, Type Il base Ply Premium or BURmastic Composite Ply HT Green | Tremco 2.4” Barbed Seam Plate wide side laps SBS-TA FCLO,MTSor | -67.5
span sheet, loose laid Y P 4 : P PUMA FA-RS
©ONEMO ETC LLC P.E. EVALUATION REPORT: 8™ EDITION FBC NON-HVHZ PEER-TRM-004.A.R11 for FL15545-R11 (NON-HVHZ)
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TABLE 11: WOOD DECKS —NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SyYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED POWERFAST, BONDED ROOF COVER

System Deck . PowerFAST (Note 15A) Roof Cover (Note 15) MDP
Slip Sheet -
No. (Note 1) Type Fastener (Note 11) I Spacing Base Ply LARS (psf)
POWERPLY ENDURE 100 SMOOTH WITH FASTENER AND STRESS PLATE:
Min. 15/32-inch (Optional) FBC Approved, POWERply . ” 6-inch o.c. within the min. 5-inch wide, AlphaGuard
W-90. | plywood; 24-inch | ASTM D4601, Type Il base Endure 100 ;r:trzm #15 EHD with Tremco 2.4” Barbed Seam POWERply Endure BIO Adhesive TF (Optional) SBS-CAS | FCLO, MTSor | -60.0
span sheet, loose laid Smooth sealed side laps PUMA FA-RS
POWERPLY HEAVY DUTY BASE SHEET WITH FASTENER AND STRESS PLATE:
Min. 15/32-inch (Optional) FBC Approved, POWERply Trufast Versa Fastener (min. %” penetration) & Plate; . N, . ) ) . (Optional) BP-AA, AlphaGuard
plywood; 24-inch ASTM D4601, Type Il base Heavy Duty 2 screws per plate installed 180° into the holes of the 'T'feln:?; (If;:c.ﬁ‘\évl:t:slir:/;:z:;zssic;zcl: v;nde, SBS-AA, BP-SEBS, FC LO, MTS or -37.5
W-91 span sheet, loose laid Base Sheet plate, parallel to the width-direction of the sheet* P SBS-SEBS or SBS-TA PUMA FA-RS
Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 291 Ibf.
. i . . 3/ 3 . i -,
Min. 15/32 m.ch (Optional) FBC Approved, POWERply Trufast Versa Fastgner (min. % Dpenetratlon) & Plate; 12-inch o.c. within the min. 5-inch wide, (Optional) BP-AA, AlphaGuard
plywood; 24-inch ASTM D4601, Type Il base Heavy Duty 2 screws per plate installed 180° into the holes of the Tremco LF Adhesive sealed side laps SBS-AA, BP-SEBS, FC LO, MTS or -45.0
W-92 span sheet, loose laid Base Sheet plate, parallel to the width-direction of the sheet* P SBS-SEBS or SBS-TA PUMA FA-RS
Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 232 Ibf.
Min. 19/32-inch (Optional) FBC Approved, POWERply . ” 9-inch o.c. within the min. 4-inch wide . AlphaGuard
W-93. plywood; 24-inch ASTM D4601, Type Il base Heavy Duty l;z:\'\csljtis EHD Fastener IRQIreRQQ 2" Barbel POWERply Endure BIO Adhesive TF or i)orztBlcs)?g,{A)SBP CAS FC LO, MTS or -52.5
span sheet, loose laid Base Sheet Tremco LF Adhesive sealed side laps PUMA FA-RS
Min. 19/32-inch (Optional) FBC Approved, POWERply . " . . . . . (Optional) BP-AA, AlphaGuard
W-94. | plywood; 24-inch | ASTM D4601, Type Il base Heavy Duty ;;z:‘fs:tf EHD FastencTQth N Barbed irlenncqt:f# "A"":I:‘e"s‘i\t,';ig'l';'dti'g:';aw'sde SBS-AA, BP-SEBS, FCLO, MTSor | -52.5
span sheet, loose laid Base Sheet P SBS-SEBS or SBS-TA PUMA FA-RS
. i . . 3/ 3 . i -,
Min. 19/32 |n.ch (Optional) FBC Approved, POWERply Trufast Versa Faste.ner (min. % op.enetratlon) & Plate; 12-inch o.c. within the min. 5-inch wide, (Optional) BP-AA, AlphaGuard
plywood; 24-inch ASTM D4601, Type Il base Heavy Duty 2 screws per plate installed 180° into the holes of the Tremco LF Adhesive sealed side laps SBS-AA, BP-SEBS, FC LO, MTS or -67.5
W-95 span sheet, loose laid Base Sheet plate, parallel to the width-direction of the sheet* P SBS-SEBS or SBS-TA PUMA FA-RS
Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 349 Ibf.
Min. 19/32-inch (Optional) FBC Approved, POWERply ) ” . - ) ) . (Optional) BP-AA, AlphaGuard
W-96 plywood; 24-inch | ASTM D4601, Type Il base Heavy Duty ggzmcslftf EHD Pgtener with Tremco 2" Barbed :r'e”ncqt:'LcF' "A";t:e"s‘is';ig';'dz‘si'g:';aw'sde SBS-AA, BP-SEBS, FCLO, MTSor | -82.5
span sheet, loose laid Base Sheet P SBS-SEBS or SBS-TA PUMA FA-RS
Min. 19/32-inch (Optional) FBC Approved, POWERply ) ” 6-inch o.c. within the min. 4-inch wide . AlphaGuard
W-97 plywood; 24-inch | ASTM D4601, Type Il base Heavy Duty ;;2':1?':;5 EHD Fastener with Tremco 2" Barbed POWERply Endure BIO Adhesive TF i)?‘;ggf‘ggsw CAS | kclo, MTSor | -97.5
span sheet, loose laid Base Sheet sealed side laps PUMA FA-RS
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

REFER TO FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (Note 15)
System Deck e . mbpP
acl ac
No. (Note 1) Type Type Base Pl Pl LARS (psf)
yp (Notes 6,7,8) P (Notes 6,7,8) v v
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 22 ga., Min. 1.§—|nch Trlsotgch G Tr|59tech LRFIA or LRFIA(BG) Additional Insulation Layer(s): (Optional) Min. 1- (Optional) AlphaGuard
CGF, Trisotech, H-Shield, Multi-Max N X N BP-CA6 or
SC-1. type B, Grade FA3 or Styrofoam Brand Roofmate (every other deck inch base insulation LRFIA or LFRIA(BG) SBS-CAG BP-CA6 or FCLO, MTS or -52.5
40 steel . ¥ ’ flange) Coverboard: Min. 0.125-inch TremBoard AC SBS-CA6 PUMA FA-RS
Highload 60 or Plazamate -
Additional Insulation Layer(s): (Optional) Min. 1- Additional Laver(s
. - - - yer(s): .
. . h |
Min. 2283, |\ 5 inch Trisotech G, Trisotech CGF, | -R/AOF LRFIA(BG) | inch base insulation _ LRFIA or LRFIA(BG) Bp-cAgor | (OPtional) | AlphaGuard .
SC-2. type B, Grade . . (every other deck Coverboard: Min. 1-inch MonoBoard Plus or Min. BP-CA6 or FCLO, MTS or -60.0
Trisotech or H-Shield T . Coverboard: LRFIA or | SBS-CA6
40 steel flange) 2-inch TopRock DD Plus (no extrapolation . SBS-CA6 PUMA FA-RS
. . LRFIA(BG), 6-inch o.c.
permitted for ribbon attachment)
Min. 2-inch Trisotech G, Tisotech CG, Addiional Insul=t Lover CIQ TR I IR
Min. 22 ga. Tri h, | ARD GL, Multi-M i | Alph
n ga. risotech, 150G GL, Multi-Max LRFIA (every other Coverboard: Min. 0.5-inch DensDeck Prime, BP-CA6 or (Optional) phaGuard
SC-3. type B, Grade FA3, ISOGARD CG or UltraMax or P——— X LRFIA BP-CAG6 or FCLO, MTS or -60.0
40 steel Styrofoam Brand Roofmate, Highload deck flange) SECURGEK Gyp>uFIDQQRoof Boallor SBS-CA6 SBS-CA6 PUMA FA-RS
60yor Plazamate » Mg SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 2-inch Trisotech G, Trisotech CGF, Qiiﬂg?:::g?:i:;?}n Layer(s): (Optional) Min. 1-
Min. 22 ga., Trisotech, H-Shield, ISOGARD GL, o . . (Optional) AlphaGuard
SC-4. | typeB, Grade | ISOGARD CG or UltraMax or Styrofoam | "FIA(BG) (every Coverboard: Min. Ugach DensDeck Prime, LRFIA(BG) BPCA6Or | oy cAGor | FCLO,MTSor | -60.0
40 steel Brand Roofmate, Highload 60 or other deck flange) SECUROCK Gypsum-Fiber Roof Board or SBS-CA6 SBS-CAG PUMA FA-RS
Plazamate ’ SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min.22ga, | tar L>inch Trsotech 6 TIsOtech 1 | gEi or LRFIA(BG) | Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board 6p.cAgor | (OPtional) | AlphaGuard
SC-5. type B, Grade FA3’or ot rofolam Brand‘Roofmate (every other deck or SECUROCK Cement Roof Board or min. 7/16- LRFIA or LFRIA(BG) SBS-CAG BP-CA6 or FCLO, MTS or -75.0
80 steel ) ¥ ’ flange) inch DEXcell Cement Roof Board SBS-CA6 PUMA FA-RS
Highload 60 or Plazamate
Min. 0.5-inch DensDeck Prime, Min.
Min. 22 ga., 0.25-inch SECUROCK Gypsum-Fiber LRFIA or LRFIA(BG) BP-CAG or (Optional) AlphaGuard
SC-6. type B, Grade Roof Board, Min. 0.5-inch SECUROCK (every other deck None N/A SBS-CAG BP-CA6 or FCLO, MTS or -97.5
40 steel Cement Roof Board or min. 7/16-inch flange) SBS-CA6 PUMA FA-RS
DEXcell Cement Roof Board
— on L : - ——
Min. 2-inch Trisotech G, Trisotech CGF, ﬁ\i:ﬂ:::lir::j:;it;in ayer(s): (Optional) Min
Min. 22 ga., Trisotech, ISOGARD GL, Multi-Max T . . (Optional) AlphaGuard
SC-7. | typeB, Grade | FA3,ISOGARD CG or UltraMax or LRFIA (every other | Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA, 6-inch o.c. BP-CA6or | BpcAGor | FCLO,MTSor | -97.5
R deck flange) SECUROCK Gypsum-Fiber Roof Board or SBS-CA6
40 steel Styrofoam Brand Roofmate, Highload . ) SBS-CA6 PUMA FA-RS
SECUROCK Cement Roof Board or min. 7/16-inch
60 or Plazamate
DEXcell Cement Roof Board

P.E. EVALUATION REPORT: 8™ EDITION FBC NON-HVHZ
AlphaGuard Fluid Applied Roof Systems; (800) 562-2728
TOP OF APPENDIX
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

REFER TO FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (Note 15)
System Deck e . mbDP
acl ac
No. (Note 1) T T Base Pl Pl LARS (psf)
ype (Notes 6,7,8) ype (Notes 6,7,8) ase Fly v
Additi 11 lation L. : (Opti 1) Min. 1-
Min. 2-inch Trisotech G, Trisotech CGF, . I |ona‘ nsu a. ion Layer(s): (Optional) Min
Min. 22 ga Trisotech, H-Shield, ISOGARD GL, inch base insulation (Optional) AlphaGuard
SC-8. | typeB,Grade | ISOGARD CG or UtraMax or Styrofoam | R 'A(BG) (every | Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG), 6inch o.c. | Drich®O" | gp.cagor | FCLO, MTSor | -97.5
40 steel Brand Roofmate, Highload 60 or other deck flange) SECUROCK Gypsum-Fiber Roof Board or SBS-CA6 SBS-CAG PUMA FA-RS
Plazamate ’ SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 22 ga., 2/'6"; iri;z:g rﬁ"stﬁce*l‘ dGI\;II-SIi?T\:caZ LRFIA or LRFIA(BG) | Additional Insulation Layer(s): (Optional) Min. 1- 6p.cas or | (OPtional) | AlphaGuard
SC-9. type B, Grade FA3,or St rofo’am Brand,Roofmate (every other deck inch base insulation LRFIA or LFRIA(BG) SBS-CAS BP-CAS5 or FCLO, MTS or -52.5
40 steel ) v ’ flange) Coverboard: Min. 0.125-inch TremBoard AC SBS-CAS5 PUMA FA-RS
Highload 60 or Plazamate E—
. Additional Insulation Layer(s): (Optional) Min. 1- Additional Layer(s): .
Min. 22 ga., Min. 2-inch Trisotech G, Trisotech CGF, LRFIA or LRFIA(BG) inch base insulation LRFIA or LRFIA(BG) BP-CAS or (Optional) AlphaGuard
SC-10. | type B, Grade . . (every other deck - . . BP-CAS or FCLO, MTS or -60.0
40 steel Trisotech or H-Shield flange) Coverboard: Min. 0.5-inch Blue Ridge Structodek Coverboard: LRFIA or | SBS-CAS SBS-CAS PUMA FA-RS
g HD with Primed Red Coating LRFIA(BG), 6-inch o.c.
Min. 22 ga., 22’; iﬂi;:ghT r:zt:g dG'MTl:'IiﬁmZ LRFIA or LRFIA(BG) | Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board 8p-CAS o | (OPtioNal) | AlphaGuard
SC-11. | type B, Grade FA3’or St rofo’am Brand,Roofmate (every other deck or SECUROCK Cement Roof Board or min. 7/16- LRFIA or LFRIA(BG) SBS-CAS BP-CAS5 or FCLO, MTS or -75.0
80 steel ) v ’ flange) inch DEXcell Cement Roof Board SBS-CA5 PUMA FA-RS
Highload 60 or Plazamate
Min. 2283, | \ri 0.25-inch DensDeck, Deck Prime | - /A OF LRFIA(BG), BP-CAS or | (OPtional) | AlphaGuard
SC-12. | type B, Grade or DEXcell FA Glass Mat Roof Board 6-inch o.c. (every None N/A SBS-CAS BP-CAS5 or FCLO, MTS or -82.5%
80 steel deck flange) SBS-CA5 PUMA FA-RS
Min. 2-inch Trisotech G, Trisotech CGF A . . .
’ ! Al 11 | L : 1) Min. 1-
Min.22ga., | Trisotech, ISOGARD GL, Multi-Max LRFIA or LRFIA(BG) in‘ii'tl;zg: in:zlljaiit(';’]" ayer(s): (Optional) Min LRFUA or LRFIA(BG) 8p.CAs o | (OPtional) | AlphaGuard
SC-13. type B, Grade FA3, ISOGARD CG or UltraMax or (every other deck c board: Min. 0.25-inch DensDeck. Deck Pri 6-inch o.c ! SBS-CAS BP-CA5S or FCLO, MTS or -82.5*
40 steel Styrofoam Brand Roofmate, Highload | flange) 7°‘|’;Erx °“:IrF'A G'I"' o~ "”R° f:”s §° » DeckFrime “ SBS-CAS PUMA FA-RS
60 or Plazamate or ce ass Mat Roof Boar
Min. 2-inch Trisotech G, Trisotech CGF,
Min. 22 ga., Trisotech, ISOGARD GL, Multi-Max LRFIA (every other Additional Insulation Layer(s): (Optional) Min. 1- (Optional) AlphaGuard
SC-14. | type B, Grade FA3, ISOGARD CG or UltraMax or deck flan e\)/ inch base insulation LRFIA, 6-inch o.c. SBS-CAS BP-CAS or FCLO, MTS or -97.5
40 steel Styrofoam Brand Roofmate, Highload & Coverboard: Min. 0.5-inch DensDeck Prime SBS-CAS PUMA FA-RS
60 or Plazamate
Min. 2-inch Trisotech G, Trisotech CGF, Additional Insulation Layer(s): (Optional) Min. 1-
in. . i L i- inch base insulati i
Min. 22 ga., Trisotech, ISOGARD GL, Multi-Max LRFIA (every other inch base insu a? ion . . BP-CAS or (Optional) AlphaGuard
SC-15. type B, Grade FA3, ISOGARD CG or UltraMax or deck flange) Coverboard: Min. 0.5-inch SECUROCK Gypsum- LRFIA, 6-inch o.c. SBS-CAS BP-CA5S or FCLO, MTS or -97.5
40 steel Styrofoam Brand Roofmate, Highload 8 Fiber Roof Board or SECUROCK Cement Roof Board SBS-CAS PUMA FA-RS
60 or Plazamate or min. 7/16-inch DEXcell Cement Roof Board

P.E. EVALUATION REPORT: 8™ EDITION FBC NON-HVHZ
AlphaGuard Fluid Applied Roof Systems; (800) 562-2728
TOP OF APPENDIX
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

REFER TO FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (Note 15)
System Deck e . mbDP
acl ac
No. (Note 1) T T Base PI Pl LARS (psf)
ype (Notes 6,7,8) ype (Notes 6,7,8) ase Fly v
Min. 2-inch Trisotech G, Trisotech CGF,
Min. 22 ga., Trisotech, H-Shield, ISOGARD GL, LRFIA(BG) (ever Additional Insulation Layer(s): (Optional) Min. 1- (Optional) AlphaGuard
SC-16. | type B, Grade ISOGARD CG or UltraMax or Styrofoam other deck flan ye) inch base insulation LRFIA(BG), 6-inch o.c. | SBS-CA5 BP-CAS or FCLO, MTS or -97.5
40 steel Brand Roofmate, Highload 60 or g Coverboard: Min. 0.5-inch DensDeck Prime SBS-CAS PUMA FA-RS
Plazamate
Min. 2-inch Trisotech G, Trisotech CGF, Additional Insulation Layer(s): (Optional) Min. 1-
in. ) . ch inch base insulati )
Min. 22 ga., Trisotech, H-Shield, ISOGARD GL, LRFIA(BG) (every inch base insu 5-1 ion ‘ . BP-CAS or (Optional) AlphaGuard
SC-17. | type B, Grade ISOGARD CG or UltraMax or Styrofoam other deck flange) Coverboard: Min. 0.5-inch SECUROCK Gypsum- LRFIA(BG), 6-inch o.c. SBS-CAS BP-CAS or FCLO, MTS or -97.5
40 steel Brand Roofmate, Highload 60 or e Fiber Roof Board or SECUROCK Cement Roof Board SBS-CAS5 PUMA FA-RS
Plazamate or min. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., LRFIA or LRFIA(BG) (Optional) AlphaGuard
SC-18. type B, Grade Min. 0.5-inch DensDeck Prime (every other deck None N/A SBS-CA5 BP-CAS or FCLO, MTS or -112.5
40 steel flange) SBS-CAS5 PUMA FA-RS
Min. 22 ga., ’;/illl:e'r?éi:gggrsdEC’\L/lJﬁogléf:E;um_ LRFIA or LRFIA(BG) (Optional) AlphaGuard
SC-19. | type B, Grade ! - . (every other deck None N/A SBS-CA5 BP-CAS5 or FCLO, MTS or -157.5
40 steel SECUROCK Cement Roof Board or min. flange) SBS-CAS PUMA FA-RS
7/16-inch DEXcell Cement Roof Board g
HOT-ASPHALT-APPLIED BASE PLY:
Min. 22 ga., 2/'(_';’; ‘}'rlss;::};r r:%ﬁ? dGNTl:'Iif’mz LRFIA or LRFIA(BG) | Additional Insulation Layer(s): (Optional) Min. 1- epangr | (OPtional) | AlphaGuard
SC-20. | type B, Grade FA3’or St rofo’am Brand,Roofmate (every other deck inch base insulation LRFIA or LFRIA(BG) SBS-AA BP-AA or FCLO, MTS or -52.5
40 steel ) v ’ flange) Coverboard: Min. 0.125-inch TremBoard AC SBS-AA PUMA FA-RS
Highload 60 or Plazamate -
Min. 2-inch Trisotech G, Trisotech CGF, Addltlonall InsuIaFlon Layer(s): (Optional) Min. 1-
Min. 22 ga Trisotech, ISOGARD GL, Multi-Max inchiipse insulation (Optional) | AlphaGuard
: N ! ’ j LRFIA h : Min. 0.5-i i BP-AA
sC-21. | typeB, Grade | FA3, ISOGARD CG or UltraMax or (P "er  \§goard: Min. 0.5-inch DensDeck Prime, LRFIA o' | Bp-AAor | FCLO,MTSor | -60.0
40 steel Styrofoam Brand Roofmate, Highload deck flange) SECUROCK Gypsum-Fiber Roof Board or SBS-AA SBS-AA PUMA FA-RS
60 or Plazamate ! SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 2-inch Trisotech G, Trisotech CGF, ﬁi:ﬂg?:::giﬂi;?‘n Layer(s): (Optional) Min. 1-
Min. 22 ga., Trisotech, H-Shield, ISOGARD GL, . . . (Optional) AlphaGuard
L : . 0.5- BP-
5C-22. | typeB, Grade | ISOGARD CG or UltraMax or Styrofoam | - A(BG) (every | Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG) PAROT | Bpanor | FCLO,MTSor | -60.0
40 steel Brand Roofmate, Highload 60 or other deck flange) SECUROCK Gypsum-Fiber Roof Board or SBS-AA SBS-AA PUMA FA-RS
Plazamate ’ SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 22 ga., 2/'(;'; THSSL';:':J ':"St;: dG'NTI;'Ii‘i’_RjZZ LRFIA or LRFIA(BG) | Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board 6pAnor | (Optional) | AlphaGuard
SC-23. | type B, Grade FA3’or St rofo;m Brand‘Roofmate (every other deck or SECUROCK Cement Roof Board or min. 7/16- LRFIA or LFRIA(BG) SBS-AA BP-AA or FCLO, MTS or -75.0
80 steel ) 4 ’ flange) inch DEXcell Cement Roof Board SBS-AA PUMA FA-RS
Highload 60 or Plazamate

P.E. EVALUATION REPORT: 8™ EDITION FBC NON-HVHZ
AlphaGuard Fluid Applied Roof Systems; (800) 562-2728
TOP OF APPENDIX
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

REFER TO FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (Note 15)
System Deck e . mbDP
acl ac
No. (Note 1) Type Type Base Pl Pl LARS (psf)
yp (Notes 6,7,8) P (Notes 6,7,8) v v
Min. 2-inch Trisotech G, Trisotech CGF, ‘Add|t|onaI‘ Insula.tlon Layer(s): (Optional) Min. 1-
Min. 22 ga Trisotech, ISOGARD GL, Multi-Max inch base insulation (Optional) AlphaGuard
SC-24. | typeB,Grade | FA3,ISOGARD CG or UltraMax or LRFIA (every other | Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA, 6-inch o.c. BPAROT | Bpanor | FCLO,MTSor | 975
40 steel Styrofoam Brand Roofmate, Highload deck flange) SECUROCK Gypsum-Fiber Roof Board or SBS-AA SBS-AA PUMA FA-RS
60 or Plazamate ! SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Additi 11 lation L. : i 1) Min. 1-
Min. 2-inch Trisotech G, Trisotech CGF, - dd|t|ona. nau a.tlon ayer(s): (Optional) Min
Min. 22 ga Trisotech, H-Shield, ISOGARD GL, inch base insulation (Optional) AlphaGuard
5C-25. | typeB, Grade | ISOGARD CG or UltraMax or Styrofoam | i A(C) (very | Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG), 6-inch o.c. | o2 | Bp-AAor | FCLO,MTSor | -97.5
40 steel Brand Roofmate. Highload 60 or other deck flange) SECUROCK Gypsum-Fiber Roof Board or SBS-AA SBS-AA PUMA FA-RS
Plazamate » Fig SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 0.25-inch SECUROCK Gypsum-
Min. 22 ga., Fiber Roof Board, Min. 0.5-inch LRFIA or LRFIA(BG) BP-AA o (Optional) AlphaGuard
SC-26. | type B, Grade DensDeck Prime or Min. 0.5-inch (every other deck None N/A SBS-AA BP-AA or FCLO, MTS or -97.5
40 steel SECUROCK Cement Roof Board or min. flange) SBS-AA PUMA FA-RS
7/16-inch DEXcell Cement Roof Board
Min. 22 ga., 2’22 _T_'r?;r;z:Jﬁgﬁi?fd&ii;;: LRFIA or LRFIA(BG) Additional Insulation Layer(s): (Optional) Min. 1- (Optional) AlphaGuard
SC-27. | type B, Grade FA3’or St rofolam Brand’Roofmate (every other deck inch base insulation LRFIA or LFRIA(BG) SBS-AA SBFS)—TA FCLO, MTS or -52.5
40 steel . 4 ! flange) Coverboard: Min. 0.125-inch TremBoard AC PUMA FA-RS
Highload 60 or Plazamate S
Additi 11 ion L. : i 1) Min. 1-
Min. 2-inch Trisotech G, Trisotech CGF, in?:?\ltl;:;‘:inr;illj;:it:r’mn ayer(s): (Optional) Min
Min. 22 ga., Trisotech, ISOGARD GL, Multi-Max o . . . AlphaGuard
SC-28. | typeB, Grade | FA3, ISOGARD CG or UltraMax or LRFIA (every other | Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA SBS-AA Optional) | tc10, MTs0r | -60.0
40 steel Styrofoam Brand Roofmate, Highload deck flange) SECRROCK Gypsum-Fiber Roof Board or SBS-TA PUMA FA-RS
60yor Plazamate - Hig SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 2-inch Trisotech G, Trisotech CGF, Q‘i:ltl;gzslir:r:l:;it;?]n Layer(s): (Optional) Min. 1-
Min. 22 ga., Trisotech, H-Shield, ISOGARD GL, . . . . AlphaGuard
! ! . LRFIA(B : . 0.5- |
5C-209. | type B, Grade ISOGARD CG or UltraMax or Styrofoam (BG) (every Coverboard: Min. 0 5I|nch DensDeck Prime, LRFIA(BG) SBS-AA (Optional) FCLO, MTS or 60.0
40 steel Brand Roofmate, Highload 60 or other deck flange) SECUROCK Gypsum-Fiber Roof Board or SBS-TA PUMA FA-RS
Plazamate ’ SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 22 ga., 2’22 insscl:;ce:hT rﬁostﬁgl' dG‘l\;lrlT;iT\:(::( LRFIA or LRFIA(BG) | Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board (Optional) | Alphacuard
SC-30. | type B, Grade ! ! ! (every other deck or SECUROCK Cement Roof Board or min. 7/16- LRFIA or LFRIA(BG) SBS-AA P FCLO, MTS or -75.0
FA3 or Styrofoam Brand Roofmate, X SBS-TA
80 steel ] flange) inch DEXcell Cement Roof Board PUMA FA-RS
Highload 60 or Plazamate

P.E. EVALUATION REPORT: 8™ EDITION FBC NON-HVHZ
AlphaGuard Fluid Applied Roof Systems; (800) 562-2728
TOP OF APPENDIX
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

REFER TO FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (Note 15)
System Deck e . mbDP
acl ac
No. (Note 1) T T Base PI Pl LARS (psf)
ype (Notes 6,7,8) ype (Notes 6,7,8) ase Fly v
Min. 2-inch Trisotech G, Trisotech CGF, Qi:ﬂ:g:::\:ﬁ;;‘:‘n Layer(s): (Optional) Min. 1-
Min. 22 ga., Trisotech, ISOGARD GL, Multi-Max g . . . AlphaGuard
SC-31. | typeB,Grade | FA3,ISOGARD CG or UltraMax or LRFIA (every other | Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA, 6-inch o.c. SBS-AA Optional) 1 ¢\ o mrsor | -97.5
40 steel Styrofoam Brand Roofmate, Highload deck flange) SECUROCK Gypsum-Fiber Roof Board or SBS-TA PUMA FA-RS
60 or Plazamate ! SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Additi 11 lation L. : i 1) Min. 1-
Min. 2-inch Trisotech G, Trisotech CGF, in?:f\ltl:::z:in:illjaiitcla?\n aver(s): (ORgggal) Min
Min. 22 ga., Trisotech, H-Shield, ISOGARD GL, o . . . AlphaGuard
5C-32. | typeB, Grade | ISOGARD CG or UltraMax or Styrofoam | i A(e) (very | Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG), 6-inch o.c. | SBS-AA Optional) "} tc10, MTs0r | 975
40 steel Brand Roofmate. Highload 60 or other deck flange) SECUROCK Gypsum-Fiber Roof Board or SBS-TA PUMA FA-RS
Plazamate » 1ig SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 0.25-inch SECUROCK Gypsum-
Min. 22 ga., Fiber Roof Board, Min. 0.5-inch LRFIA or LRFIA(BG) (Optional) AlphaGuard
SC-33. | type B, Grade DensDeck Prime or Min. 0.5-inch (every other deck None N/A SBS-AA SBg—TA FCLO, MTS or -97.5
40 steel SECUROCK Cement Roof Board or min. flange) PUMA FA-RS
7/16-inch DEXcell Cement Roof Board
SEBS-APPLIED BASE PLY:
Min. 22 ga., 2/'(_';’; 'T'rlss;::};r rﬁ";ﬁ‘;’l‘ dGMTLﬁ?ﬁZZ LRFIA or LRFIA(BG) | Additional Insulation Layer(s): (Optional) Min. 1- 6p.ceas o | (OPtional) | AlphaGuard
SC-34. | type B, Grade FA3’or St rofo’am Brand,Roofmate (every other deck inch base insulation LRFIA or LFRIA(BG) SBS-SEBS BP-SEBSor | FCLO, MTS or -52.5
40 steel . v ! flange) Coverboard: Min. 0.125-inch TremBoard AC SBS-SEBS PUMA FA-RS
Highload 60 or Plazamate B
Min. 2-inch Trisotech G, Trisotech CGF, Addmonall InsuIaFlon Layer(s): (Optional) Min. 1-
Min. 22 ga Trisotech, ISOGARD GL, Multi-Max incigjase insulation (Optional) | AlphaGuard
-esgay ! ! LRFIA (every other Coverboard: Min. 0.5-inch DensDeck Prime, BP-SEBS or P P
SC-35. type B, Grade FA3, ISOGARD CG or UltraMax or -~ . LRFIA BP-SEBS or FCLO, MTS or -60.0
40 steel Styrofoam Brand Roofmate, Highload | 9%k flange) SECUROCK Gypsum-Fiber Roof Board or SBSSEBS | ogsseBS | PUMA FA-RS
60yor Plazamate » Hig SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-
Min. 2-inch Trisotech G, Trisotech CGF, inif\ltlg?:inzzlljaiitc;?]n ayer(s): (Optional) Min
Min. 22 ga., Trisotech, H-Shield, ISOGARD GL, . . . (Optional) AlphaGuard
L B : . 0.5- BP-SEB
SC-36. | typeB, Grade | ISOGARD CG or UltraMax or Styrofoam | - /A(BG) (every Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG) PSEBSOr | pp cEBSOr | FCLO, MTSor | -60.0
40 steel Brand Roofmate, Highload 60 or other deck flange) SECUROCK Gypsum-Fiber Roof Board or SBS-SEBS SBS-SEBS PUMA FA-RS
Plazamate ! SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 22 ga., 2/'(;'; THSSL';Z':J rﬁostriceT dGII\;IrlTIi(i)—T\;;?( LRFIA or LRFIA(BG) | Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board 8p.sEBs o | (OPtoNal) | AlphaGuard
SC-37. | type B, Grade FA3’or St rofo;m Brand‘Roofmate (every other deck or SECUROCK Cement Roof Board or min. 7/16- LRFIA or LFRIA(BG) SBS-SEBS BP-SEBS or | FCLO, MTS or -75.0
80 steel . 4 2 flange) inch DEXcell Cement Roof Board SBS-SEBS PUMA FA-RS
Highload 60 or Plazamate

P.E. EVALUATION REPORT: 8™ EDITION FBC NON-HVHZ
AlphaGuard Fluid Applied Roof Systems; (800) 562-2728
TOP OF APPENDIX
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

REFER TO FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (Note 15)
System Deck e . mbDP
acl ac
No. (Note 1) T T Base PI Pl LARS (psf)
ype (Notes 6,7,8) ype (Notes 6,7,8) ase Fly v
Min. 22 ga., LRFIA or LRFIA(BG) BP-SEBS or (Optional) AlphaGuard
SC-38. type B, Grade Min. 0.5-inch DensDeck Prime (every other deck None N/A SBS-SERS BP-SEBS or | FCLO, MTS or -97.5
40 steel flange) SBS-SEBS PUMA FA-RS
Min. 2-inch Trisotech G, Trisotech CGF, Addmonall InsuIaFlon Layer(s): (Optional) Min. 1-
Min. 22 ga Trisotech, ISOGARD GL, Multi-Max inch base insulation (Optional) | AlphaGuard
sC-39. | typeB, Grade | FA3,ISOGARD CG or UltraMax or LRFIA (every other | Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA, 6-inch o.c. BP-SEBSOr | o seBsor | FCLO,MTSor | -97.5
40 steel Styrofoam Brand Roofmate, Highload deck flange) SECUROCK Gypsum-Fiber Roof Board or SBS-SEBS SBS-SEBS PUMA FA-RS
60 or Plazamate ! SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 2-inch Trisotech G, Trisotech CGF, ‘Addltlonalllnsula‘tlon Layer(s): (Optional) Min. 1-
Min. 22 ga Trisotech, H-Shield, ISOGARD GL, inch base insulatigl (Optional) | AlphaGuard
: N o ’ ’ LRFIA(B : Min. 0.5-i i BP-SEB
SC-40. | typeB, Grade | ISOGARD CG or UltraMax or Styrofoam (BG) (every | Coverboard: Min. 05 inch DensDeck Prime, LRFIA(BG), 6-inch o.c. | oroce>©" | BpsEBSor | FCLO, MTSOr | -97.5
40 steel Brand Roofmate, Highload 60 or other deck flange) SECUROCK Gypsum-Fiber Roof Board or SBS-SEBS SBS-SEBS PUMA FA-RS
Plazamate ’ SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 22 ga., . ) LRFIA or LRFIA(BG) (Optional) AlphaGuard
Min. 0.25-inch SECUROCK - BP-SEB
SC-41. | type B, Grade Fil;r;r(;{ozfngarsd CUROCK Gypsum (every other deck None N/A SB:SE;Sor BP-SEBSor | FCLO, MTS or -157.5
40 steel flange) SBS-SEBS PUMA FA-RS
Min. 22 ga., Min. 0.5-inch SECUROCK Cement Roof LRFIA or LRFIA(BG) BP-SEBS or (Optional) AlphaGuard
SC-42. | type B, Grade Board or min. 7/16-inch DEXcell (every other deck None N/A SBS-SEBS BP-SEBS or | FCLO, MTS or -157.5
40 steel Cement Roof Board flange) SBS-SEBS PUMA FA-RS
TORCH-APPLIED BASE PLY:
Min. 2-inch Trisotech G, Trisotech CGF, Qiiﬂg::::giﬂi;?‘n Layer(s): (Optional) Min. 1-
Min. 22 ga., Trisotech, ISOGARD GL, Multi-Max e . . . AlphaGuard
SC-43. | typeB, Grade | FA3,ISOGARD CG or UltraMax or LREIAYYE@Pe" WEguoard: Min. 0.5-inch DensDeck Prime, LRFIA SBS-TA (Optional) | £\ o Mrsor | -60.0
40 steel Styrofoam Brand Roofmate, Highload deck flange) SECUROCK Gypsum-Fiber Roof Board or SBS-TA PUMA FA-RS
60 or Plazamate ! SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-
Min. 2-inch Trisotech G, Trisotech CGF, in?:f\ltlolzzsin:zllja:it:r’mn ayer(s): (Optional) Min
Min. 22 ga., Trisotech, H-Shield, ISOGARD GL, T i X . AlphaGuard
sc-aa. | typeB, Grade | ISOGARD CG or UltraMax or Styrofoam | - /A(BG) (every Loverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG) SBS-TA (Optional) | £\ o Mrsor | -60.0
40 steel Brand Roofmate, Highload 60 or other deck flange) SECUROCK Gypsum-Fiber Roof Board or SBS-TA PUMA FA-RS
Plazamate ! SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 22 ga., 2’22 inss'ori:hT rﬁ"stﬁce:' dG'I\;II—:IiiT\;ZZ LRFIA or LRFIA(BG) | Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board (Optional) | AlphaGuard
SC-45. | type B, Grade ! ! ! (every other deck or SECUROCK Cement Roof Board or min. 7/16- LRFIA or LFRIA(BG) SBS-TA P FCLO, MTS or -75.0
FA3 or Styrofoam Brand Roofmate, . SBS-TA
80 steel . flange) inch DEXcell Cement Roof Board PUMA FA-RS
Highload 60 or Plazamate

P.E. EVALUATION REPORT: 8™ EDITION FBC NON-HVHZ
AlphaGuard Fluid Applied Roof Systems; (800) 562-2728
TOP OF APPENDIX
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmMO | etc.e

REFER TO FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (Note 15)
System Deck e . mbDP
acl ac
No. (Note 1) T T Base PI Pl LARS (psf)
ype (Notes 6,7,8) ype (Notes 6,7,8) ase Fly v
Vin. 2 nch Tristech , Trisotech CGF, Additonal nslation overs Optona) Min.
Min. 22 ga., Trisotech, ISOGARD GL, Multi-Max g . . . AlphaGuard
SC-46. | typeB,Grade | FA3,ISOGARD CG or UltraMax or LRFIA (every other | Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA, 6-inch o.c. SBS-TA Optional) | tc10, MTs0r | 975
40 steel Styrofoam Brand Roofmate, Highload deck flange) SECUROCK Gypsum-Fiber Roof Board or SBS-TA PUMA FA-RS
60 or Plazamate ! SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Additi 11 lation L. : i 1) Min. 1-
Min. 2-inch Trisotech G, Trisotech CGF, ini:IEZQ:in:illja:itcl)?\n ayer(s): (Optional) Min
Min. 22 ga., Trisotech, H-Shield, ISOGARD GL, o . . . AlphaGuard
5c-47. | typeB, Grade | ISOGARD CG or UltraMax or Styrofoam | i A(C) (every | Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG), 6-inch o.c. | SBS-TA Optional) "} tc10, MTs0r | 975
40 steel Brand Roofmate. Highload 60 or other deck flange) SECUROCK Gypsum-Fiber Roof Board or SBS-TA PUMA FA-RS
Pl oonmate, T SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 22 ga., LRFIA or LRFIA(BG) (Optional) AlphaGuard
SC-48. type B, Grade Min. 0.5-inch DensDeck Prime (every other deck None N/A SBS-TA SBg-TA FCLO, MTS or -112.5
40 steel flange) PUMA FA-RS
s, | P ST E SO or R e
SC-49. | type B, Grade o . (every other deck None N/A SBS-TA P FCLO, MTS or -157.5
40 steel SECUROCK Cement Roof Board or min. flange) SBS-TA PUMA FA-RS
7/16-inch DEXcell Cement Roof Board 8

P.E. EVALUATION REPORT: 8™ EDITION FBC NON-HVHZ
AlphaGuard Fluid Applied Roof Systems; (800) 562-2728
TOP OF APPENDIX
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TABLE 2B: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

SySTEM TYPE A-3: BONDED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

Thermal Barrier Vapor Insulation Layer(s) Roof Cover (Note 15)
System 2 Primer Barrier Attach MDP
ac
No. (Note 1) Type Attach Type Base PI Pl LARS (psf)
pE Note 15 w (Notes 6,7,8) v U
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 0.25-inch SECUROCK . . .
G Fiber Roof Board Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga pr’\ill:;n;) |5 ?r:choo oar LRFIA or Trisotech G, Trisotech CGF, EnergyGuard Polyiso (Optional) AlphaGuard
: v S LRFIA(BG) (Optional) Insulation, Trisotech, H-Shield, ISOGARD GL, Multi- LRFIA or BP-CA6 or FCLO, MTS
-50. B ECUROCK Roof - BP-CA -52.
SC-50. | typeB, Grade | SECUROCK CementRoof |\ oiher | astmpar | SBSTA Max FA3, ISOGARD CG, UltraMax or Styrofoam LRFIA(BG) SBS-CA6 CA6or 1 pUMA 525
40 steel Board or min. 7/16-inch . SBS-CA6
deck flange) Brand Roofmate, Highload 60 or Plazamate FA-RS
DEXcell Cement Roof K )
Coverboard: Min. 0.125-inch TremBoard AC
Board
T AVC Insulation Layer(s): One or more, min. 1-inch
Min. 0.5-inch DensDeck LRFIA or Nl;em;o Trisotech G, Trisotech CGF, EnergyGuard Polyiso AlphaGuard
Min. 22 ga., N 7->-Ineh Densveck, LRFIA(BG), embrane Insulation, Trisotech, H-Shield, ISOGARD GL, Multi- (Optional) phabuar
DensDeck Prime or R Primer or Tremco AVC LRFIA or BP-CAG6 or FCLO, MTS
SC-51. | type B, Grade . 6-inch o.c. Max FA3, ISOGARD CG, UltraMax or Styrofoam BP-CA6 or 525
SECUROCK Gypsum-Fiber Tremco AVC | Max . LRFIA(BG) SBS-CA6 or PUMA
40 steel (every deck Brand Roofmate, Highload 60 or Plazamate SBS-CA6
Roof Board Membrane ) X . FA-RS
flange) Primer (WB) Coverboard: Min. 0.125-inch TremBoard AC or min.
0.5-inch SECUROCK Gypsum-Fiber Roof Board
Min. 0.25-inch SECUROCK Insulation Layer(s): One or more, min. 1-inch
Gypsum-Fiber Roof Board LRFIA Trisotech G, Trisotech CGF, Trisotech, EnergyGuard AlphaGuard
Min.22ga.,, | or Min.0.5-inch or , Polyiso Insulation, H-Shield, ISOGARD GL, Multi-Max (Optional) phatuar
LRFIA(BG) (Optional) LRFIA or BP-CA6 or FCLO, MTS
SC-52. | type B, Grade | SECUROCK Cement Roof SBS-TA FA3, ISOGARD CG or UltraMax or Styrofoam Brand BP-CA6 or -67.5
. . (every other | ASTM D41 . LRFIA(BG) SBS-CA6 or PUMA
40 steel Board or min. 7/16-inch deck flange) Roofmate, Highload 60 or Plazamate SBS-CA6 FA-RS
DEXcell Cement Roof g Coverboard: Min. 0.5-inch SECUROCK Gypsum-
Board Fiber Roof Board
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 0.25-inch SECUROCK . . .
G Fiber Roof Board Insulation Layer(s): One or more, min. 1-inch
Min. 22 ypl\slltf'm'o '5 gr hoo oar LRFIA or Trisotech G, Trisotech CGF, EnergyGuard Polyiso Optional AlphaGuard
scsa | ¢ n- " (fa';j ggcu;{néck g”c Roof | LRFIA(BG) N BP-CA5or | Insulation, Trisotech, H-Shield, ISOGARD GL, Multi- | LRFIA or BP-CAS or gppcfga )| kcLo, mTs 525
w3 | lype b, rade ~EMENtROOT 1 ery other | ON€ SBS-CAS Max FA3, ISOGARD CG, UltraMax or Styrofoam LRFIA(BG) SBS-CAS °" | orPUMA =
40 steel Board or min. 7/16-inch . SBS-CAS5
deck flange) Brand Roofmate, Highload 60 or Plazamate FA-RS
DEXcell Cement Roof K )
Coverboard: Min. 0.125-inch TremBoard AC
Board
Min. 0.25-inch SECUROCK . . .
G Fiber Roof Board Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga oyp’\;lil?-o I5 ?;Choo oar LRFIA or Trisotech G, Trisotech CGF, EnergyGuard Polyiso (Optional) AlphaGuard
in. . .0.5- . } ; . i
, LRFIA(BG) (Optional) Insulation, Trisotech, H-Shield, ISOGARD GL, Multi- LRFIA or BP-CA5 or FCLO, MTS
-54. B E BS- BP- -52.
SC-54. | typeB, Grade | SECUROCK CementRoof |\ oiher | astmpar | SBSTA Max FA3, ISOGARD CG, UltraMax or Styrofoam LRFIA(BG) SBS-CAS PCASOr | pUMA 525
40 steel Board or min. 7/16-inch . SBS-CA5
deck flange) Brand Roofmate, Highload 60 or Plazamate FA-RS
DEXcell Cement Roof K )
Board Coverboard: Min. 0.125-inch TremBoard AC
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TABLE 2B: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

SysTem TYPE A-3:

BONDED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

Thermal Barrier Vapor Insulation Layer(s) Roof Cover (Note 15)
System 2 Primer Barrier Attach MDP
ac
No. (Note 1) Type Attach Type Base PI Pl LARS (psf)
pE Note 15 w (Notes 6,7,8) v Y
T AVC Insulation Layer(s): One or more, min. 1-inch
Min. 0.5-inch DensDeck LRFIA or N||fem(t:)o Trisotech G, Trisotech CGF, EnergyGuard Polyiso AlbhaGuard
Min. 22 ga., N 7->7Ien Densveck, LRFIA(BG), embrane Insulation, Trisotech, H-Shield, ISOGARD GL, Multi- (Optional) phabuar
DensDeck Prime or R Primer or Tremco AVC LRFIA or BP-CAS or FCLO, MTS
SC-55. | type B, Grade ) 6-inch o.c. Max FA3, ISOGARD CG, UltraMax or Styrofoam BP-CAS or -52.5
SECUROCK Gypsum-Fiber Tremco AVC | Max . LRFIA(BG) SBS-CAS5 or PUMA
40 steel (every deck Brand Roofmate, Highload 60 or Plazamate SBS-CAS5
Roof Board Membrane ) X . FA-RS
flange) Primer (WB) Coverboard: Min. 0.125-inch TremBoard AC or min.
0.5-inch SECUROCK Gypsum-Fiber Roof Board
Min. 0.25-inch SECUROCK Insulation Layer(s): One or more, min. 1-inch
Gypsum-Fiber Roof Board LRFIA or Trisotech G, Trisotech CGF, Trisotech, EnergyGuard AlphaGuard
in. . Min. 0.5-inch Polyiso Insulation, H-Shield, ISOGARD GL, Multi-Max i
Min.22ga, | or Min.0.5-inc LRFIA(BG) BP-CAS or y LRFIA or Bp-cas or | (OPtomal) | e o TS
SC-56. | type B, Grade | SECUROCK Cement Roof None FA3, ISOGARD CG or UltraMax or Styrofoam Brand BP-CA5 or -67.5
. . (every other SBS-CAS5 . LRFIA(BG) SBS-CAS or PUMA
40 steel Board or min. 7/16-inch deck flange) Roofmate, Highload 60 or Plazamate SBS-CAS5 FA-RS
DEXcell Cement Roof g Coverboard: Min. 0.5-inch SECUROCK Gypsum-
Board Fiber Roof Board
Min. 0.25-inch SECUROCK Insulation Layer(s): One or more, min. 1-inch
Gypsum-Fiber Roof Board LREIA Trisotech G, Trisotech CGF, Trisotech, EnergyGuard AlphaGuard
Min. 22 ga., or Min. 0.5-inch or . Polyiso Insulation, H-Shield, ISOGARD GL, Multi-Max (Optional) phabuar
LRFIA(BG) (Optional) LRFIA or BP-CAS or FCLO, MTS
SC-57. | type B, Grade | SECUROCK Cement Roof SBS-TA FA3, ISOGARD CG or UltraMax or Styrofoam Brand BP-CAS or -67.5
. . (every other | ASTM D41 . LRFIA(BG) SBS-CA5 or PUMA
40 steel Board or min. 7/16-inch Roofmate, Highload 60 or Plazamate SBS-CA5
deck flange) . R FA-RS
DEXcell Cement Roof Coverboard: Min. 0.5-inch SECUROCK Gypsum-
Board Fiber Roof Board
TORCH-APPLIED BASE PLY:
LREIA Tremco AVC Insulation Layer(s): One or more, min. 1-inch
Min. 22 Min. 0.5-inch DensDeck, LRFIA(CE’;G) Membrane Trisotech G, Trisotech CGF, Trisotech, EnergyGuard AlphaGuard
ccs | vons aoo | DensDeck Prime or Gincho. | Primeror | TremcoAVC | PolyisoInsulation, H-Shield, ISOGARD GL, Multi-Max | LRFIA or SBSTA (Optional) | FCLO,MTS |
- | typen, SECUROCK Gypsum-Fiber " Tremco AVC | Max FA3, ISOGARD CG or UltraMax LRFIA(BG) SBS-TA or PUMA :
40 steel (every deck ] X
Roof Board flange) Membrane Coverboard: Min. 0.5-inch DEXcell FA Glass Mat FA-RS
Primer (WB) Roof Board or SECUROCK Gypsum-Fiber Roof Board
Min. 0.25-inch SECUROCK . . .
G Fiber Roof Board Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga o:”zj;:]m(') !'5 iirchoo oar LRFIA or Trisotech G, Trisotech CGF, Trisotech, EnergyGuard AlphaGuard
: N e LRFIA(BG) BP-CAS5 or Polyiso Insulation, H-Shield, ISOGARD GL, Multi-Max | LRFIA or (Optional) FCLO, MTS
SC-59. | typeB, Grade | SECUROCK CementRoof | /(oo | None SBS-CAS FA3, ISOGARD CG or UltraMax LRFIA(BG) SBS-TA SBS-TA or PUMA 675
40 steel Board or min. 7/16-inch . X
deck flange) Coverboard: Min. 0.5-inch DEXcell FA Glass Mat FA-RS
DEXcell Cement Roof X
Board Roof Board or SECUROCK Gypsum-Fiber Roof Board
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NEmoO | etc.e
TABLE 2B: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SySTEM TYPE A-3: BONDED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

Thermal Barrier Vapor Insulation Layer(s) Roof Cover (Note 15)
System 2 Primer Barrier Attach MDP
ac
No. (Note 1) Type Attach Type Base PI Pl LARS (psf)
P (Note 15) w (Notes 6,7,8) Y Y
Min. 0.25-inch SECUROCK . . .
G Fiber Roof Board Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga ozllz/sliim(_) ; ie;rChoo oar LRFIA or Trisotech G, Trisotech CGF, Trisotech, EnergyGuard AlphaGuard
! v ey LRFIA(BG) (Optional) Polyiso Insulation, H-Shield, ISOGARD GL, Multi-Max | LRFIA or (Optional) FC LO, MTS
SC-60. Z‘gpset:éfrade Ziglrj dRSrCr';ﬁe';‘flng_m‘:f (every other | AsTMDa1 | SB5TA FA3, ISOGARD CG or UltraMax LRFIA(BG) SBS-TA SBS-TA or PUMA 675
' deck flange) Coverboard: Min. 0.5-inch DEXcell FA Glass Mat FA-RS
DEXcell Cement Roof - Y
Board Roof Board or SECUROCK Gypsum-Fiber Roof Board
TABLE 2c: STEEL oR CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TeAR-OFF) orR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED ToP INSULATION, BONDED ROOF COVER
Base Insulation Top Insulation Roof Cover (Note 15)
System Deck F e e MDP
astener ttac ac
No. (Note 1) Type Type Base PI PI LARS (psf)
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8) Y Y
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
Min. 2-inch Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation, H-Shield,
Min. 22 ga., type Trisc.)tech G ISOGARD GL, Multi-Max FA3, ISOGARD CG or UltraMax or AlohaGuard
B, Grade 33 steel Ener Guar,d 1 per Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA or BP-CA6 (Optional) FCpLg I\L;I?I'rs
SC-61. or min. 2,500 psi Pol i?t/) Insulation Note 2 4 (;)ftZ Coverboard: Min. 0.125-inch TremBoard AC, min. 0.5-inch LRFIA(BG) or SBS- BP-CA6 or or Pu;VIA -37.5%
structural H—S\:ﬂeld or ! : Structodek HD with Primed Red Coating, min. 0.25-inch DensDeck CA6 SBS-CA6 FA-RS
concrete ISOGARD GL Prime, DEXcell FA Glass Mat Roof Board, SECUROCK Gypsum-Fiber
Roof Board or min. 0.5-inch SECUROCK Cement Roof Board or min.
7/16-inch DEXcell Cement Roof Board
Min. 0.5-inch
DensDeck, . Tremco #12 DP Additional Insulation Layer(s): Min. 1-inch, 1.35 pcf, unfaced
DensDeck Prime, Fastener or Cellofoam EPS Roof Insulation or unfaced Insulfoam EPS BP-CA6 (Optional) AlphaGuard
Min. 22 ga., type DEXcell FA Glass Tremco #14 HD 1 per . . . LRFIA or P FC LO, MTS -45.0*
SC-62. . Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA Glass Mat or SBS- BP-CA6 or
B, Grade 40 steel Mat Roof Board or Fastener with 3.2 ft2 - . LRFIA(BG) or PUMA
” Roof Board or SECUROCK Gypsum-Fiber Roof Board or SECUROCK CA6 SBS-CA6
SECUROCK Tremco 3” Metal . . FA-RS
. . Cement Roof Board or min. 7/16-inch DEXcell Cement Roof Board
Gypsum-Fiber Roof Insulation Plate
Board
Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
Min. 1.5-inch Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation, H-Shield,
Min. 22 ga., type TriI;te:ch"(]ic ISOGARD GL, Multi-Max FA3, ISOGARD CG or UltraMax or AlohaGuard
B, Grade 33 steel Ener Guar’d 1 per Styrofoam Brand Roofmate, Highload 60 or Plazamate LREIA or BP-CA6 (Optional) FCpLO MTS
SC-63. | ormin.2,500psi | oo E:’) . \ Note 2 N g " | Coverboard: Min. 0.125-inch TremBoard AC, min. 0.5-inch LRFIA(BG) or SBS- BP-CAGor | oo -45.0*
structural H-S\r/ﬂeld or K : Structodek HD with Primed Red Coating, min. 0.25-inch DensDeck CA6 SBS-CA6 FA-RS
concrete ISOGARD GL Prime, DEXcell FA Glass Mat Roof Board, SECUROCK Gypsum-Fiber
Roof Board or min. 0.5-inch SECUROCK Cement Roof Board or min.
7/16-inch DEXcell Cement Roof Board
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TABLE 2c: STEEL oR CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF) orR RECOVER

SysTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED ToP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Top Insulation Roof Cover (Note 15)
System Deck — e . MDP
astener ttac ac (psf)
No. (Note 1) Type Type Base Pl Pl LARS sf
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8) v v
. . . Tremco #12_ bp Additional Insulation Layer: Min. 1-inch Insulfoam IX EPS BP-CA6 (Optional) AlphaGuard
Min. 22 ga., type Min. 2-inch Fastener with 1 per . - . LRFIA or FC LO, MTS "
SC-64. ” Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK or SBS- BP-CA6 or -45.0
B, Grade 80 steel Insulfoam IX EPS Tremco 3” Metal 2.0 ft2 e LRFIA(BG) or PUMA
. Gypsum-Fiber Roof Board CA6 SBS-CA6
Insulation Plate FA-RS
Min. 22 ga., type . . . . . . AlphaGuard
B, Grade 40 steel . . Additional Insulation Layer(s): (Optional) Min. 1-inch base BP-CA6 (Optional)
. | Min. 2-inch 1 per . " LRFIA or FCLO, MTS
SC-65. or min. 2,500 psi Trisotech G Note 2 2010 insulation LFRIA(BG) or SBS- BP-CA6 or or PUMA -52.5
structural : Coverboard: Min. 0.125-inch TremBoard AC CA6 SBS-CA6 FA-RS
concrete
Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
Min. 22 ga., type Trisotech CGF, Trisotech, ISOGARD CG or Styrofoam Brand AlohaGuard
B, Grade 40 steel Min. 2-inch 1 ver Roofmate, Highload 60 or Plazamate LRFIA or BP-CA6 (Optional) FCpLO MTS
SC-66. or min. 2,500 psi Trist;tech G Note 2 2 gftz Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat LRFIA(BG), 6- or SBS- BP-CA6 or or Pu;\/IA -52.5
structural ’ Roof Board or SECUROCK Gypsum-Fiber Roof Board or min. 0.5- inch o.c. CA6 SBS-CA6 FA-RS
concrete inch SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G, Additional
. Trisotech G Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation, H-Shield, - -
. . ’ . L : LRFIA
Min. 22 ga., type | cearp 6L, Tremco #14 HD ISOGARD GL, Multi-Max FA3, ISOGARD CG or UltraMax or Layer(s) ) AlphaGuard
B, Grade 40 steel . K X or LRFIA(BG) BP-CA6 (Optional)
sc-67 or min. 2.500 psi ISOGARD CG, Multi- | Fastener with 1 per Styrofoam Brand Roofmate, Highload 60 or Plazamate c board: or SBS- BP-CAG or FC LO, MTS 0.0
: structu-rall P Max FA3, Ultra-Max | Tremco 3” Metal 2.0 ft2 Coverboard: Min. 0.5-inch Structodek HD with Primed Red Coating, ﬁ' CAG SBS-CAG or PUMA ’
concrete or Styrofoam Brand Insulation Plate DensDeck Prime, DEXcell FA Glass Mat Roof Board, SECUROCK LRFIA(BG), 6- FA-RS
Roofmate, Highload Gypsum-Fiber Roof Board or SECUROCK Cement Roof Board or inch o.c !
60 or Plazamate min. 7/16-inch DEXcell Cement Roof Board .
Min. 2-inch .
Additional
. Trisotech G, Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G, RN
g’“g' Zj gZ(.), ht/pel ISOGARD GL, Tremco #14 HD Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation, H-Shield, %(;gm BP-CAG (Optional) AlphaGuard
» rade &9 SIee | 1s0GARD CG, Multi- | Fastener with 1per | ISOGARD GL, Multi-Max FA3, ISOGARD CG or UltraMax or - ptonal) | e o, MTs
SC-68. or min. 2,500 psi ” . Coverboard: or SBS- BP-CA6 or -60.0*
Max FA3, Ultra-Max | Tremco 3” Metal 2.0 ft2 Styrofoam Brand Roofmate, Highload 60 or Plazamate P— or PUMA
structural . ) . . R LRFIA or CA6 SBS-CA6
or Styrofoam Brand | Insulation Plate Coverboard: Min. 1-inch MonoBoard Plus or Min. 2-inch TopRock FA-RS
concrete . . . . LRFIA(BG), 6-
Roofmate, Highload DD Plus (no extrapolation permitted for ribbon attachment) .
inch o.c.
60 or Plazamate
Min. 22 ga., type Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
’ v Trisotech CGF, Trisotech, ISOGARD CG or Styrofoam Brand .
B, Grade 40 steel o : o v LRFIA or BP-CA6 | (Optional) | AIPhaGuard
$C-69 or min. 2.500 psi Min. 2-inch Note 2 1 per Roofmate, Highload 60 or Plazamate LRFIA(BG), 6- or SBS- BP-CAG or FCLO, MTS 675
: structu.rall P Trisotech G 1.0 ft2 Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA Glass Mat inch o.c ’ CAG SBS-CAG or PUMA ’
concrete Roof Board, SECUROCK Gypsum-Fiber Roof Board or SECUROCK o FA-RS
Cement Roof Board or min. 7/16-inch DEXcell Cement Roof Board
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TABLE 2c: STEEL oR CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF) orR RECOVER

SysTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED ToP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Top Insulation Roof Cover (Note 15)
System Deck — e . mMbDP
astener ttacl ac
No. (Note 1) Type Type Base PI Pl LARS (psf)
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8) v v
Dekfast DF-#15-
PH3 with Dekfast
PLT-R-3, T
#1510 X'ngemm Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
in. 2-i i Trisotech CGF, Trisotech, ISOGARD CG or Styrofi B .
. M!n 2-inch Fastener with risotec ! risotec or Styrofoam Brand LRFIA or BP-CAG (Optional) AlphaGuard
570 Min. 22 ga., type Trisotech G, Tremco Disc 1 per Roofmate, Highload 60 or Plazamate LRFIA(BG), 6- or SBS- BP-CAG or FC LO, MTS 975
: B, Grade 80 steel Trisotech CGF or Ribbed 3 in. Steel 1.0 ft2 Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- inch 0. ’ CAG SBS-CAG or PUMA ’
Trisotech Stress Plate, Fiber Roof Board or SECUROCK Cement Roof Board or min. 7/16- e FA-RS
Tremco #15 EF,‘,D inch DEXcell Cement Roof Board
with Tremco 3
Metal Insulation
Plate
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
Min. 22 Trisotech G, Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation, H-Shield,
B 'g'r a degZ{)' zg:l ISOGARD GL, Tremco #14 HD ISOGARD GL, Multi-Max FA3, ISOGARD CG or UltraMax or Bp-cA6 | (Optional) | AlPhaGuard
sc71 0;_ min. 2.500 psi ISOGARD CG, Multi- | Fastener with 1 per Styrofoam Brand Roofmate, Highload 60 or Plazamate Hot asphalt or SBS BPpC/f\)G aor FC LO, MTS 60.0
: structu-rarl P Max FA3, Ultra-Max | Tremco 3” Metal 2.0 ft2 Coverboard: Min. 0.5-inch Structodek HD with Primed Red Coating, P CAB SBS-CAG or PUMA ’
concrete or Styrofoam Brand Insulation Plate DensDeck Prime, DEXcell FA Glass Mat Roof Board, SECUROCK FA-RS
Roofmate, Highload Gypsum-Fiber Roof Board or SECUROCK Cement Roof Board or
60 or Plazamate min. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type | Min- Z-inch :z:;cnc;f\i/‘iltlho
B G.radeg3; ?t/gel Trisotech G, Tremco Disc 3 in BP-CA6 (Optional) AlphaGuard
- R EnergyGuard ' 1 per Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat Roof Board P FC LO, MTS
SC-72. or min. 2,500 psi ; . Steel Stress Plate X Hot asphalt or SBS- BP-CA6 or -75.0
Polyiso Insulation, . 1.45ft2 | or SECUROCK Gypsum-Fiber Roof Board or PUMA
structural X or Tremco Disc CA6 SBS-CA6
H-Shield or . . FA-RS
concrete ISOGARD GL Ribbed 3 in.
Steel Stress Plate
’E\zmglr:fjeg;.al Z:; TMr::otzeézcg Tremco #14 HD BP-CA6 | (Optional) | AIPhaGuard
- | ! . Fastener with 1 per Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat Roof Board P FCLO, MTS
SC-73. or min. 2,500 psi ISOGARD GL, Multi- Tremco 3” Metal 1.45 fi2 or SECUROCK Gvosum-Fiber Roof Board Hot asphalt or SBS- BP-CA6 or or PUMA -75.0
structural Max FA3, ISOGARD - ’ VP CA6 SBS-CA6
Insulation Plate FA-RS
concrete CG or Ultra-Max
POWERPLY ENDURE BIO ADHESIVE TF ADHESIVE APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
Min. 22 ga., type Trisotech CGF, Trisotech, ISOGARD CG or Styrofoam Brand
B, Grade 33 steel . ‘ Roofmate, nghload 60 qr Plazamate . ' BP-CAS (Optional) AlphaGuard
sc-74 or min. 2.500 psi Min. 2-inch Note 2 1 per Coverboard: Min. 0.125-inch TremBoard AC, min. 0.25-inch LRFIA or or SBS- BP-CAS or FCLO, MTS 37.5%
: structu.rall p Trisotech G 4.0 ft2 DensDeck Prime, DEXcell FA Glass Mat Roof Board, SECUROCK LRFIA(BG) CAS SBS-CAS or PUMA ’
concrete Gypsum-Fiber Roof Board or min. 0.5-inch Structodek HD with FA-RS
Primed Red Coating or SECUROCK Cement Roof Board or min.
7/16-inch DEXcell Cement Roof Board
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TABLE 2c: STEEL oR CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF) orR RECOVER

SysTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED ToP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Top Insulation Roof Cover (Note 15)
System Deck — e . MDP
astener ttac ac (psf)
No. (Note 1) Type Type Base Pl Pl LARS sf
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8) v v
Min. 0.5-inch
DensDeck, . Tremco #12 DP Additional Insulation Layer(s): Min. 1-inch, 1.35 pcf, unfaced
DensDeck Prime, Fastener or . . AlphaGuard
. Cellofoam EPS Roof Insulation or unfaced Insulfoam EPS BP-CAS (Optional)
Min. 22 ga., type DEXcell FA Glass Tremco #14 HD 1 per ) . . LRFIA or FC LO, MTS "
SC-75. . Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA Glass Mat or SBS- BP-CAS or -45.0
B, Grade 40 steel Mat Roof Board or Fastener with 3.2 ft2 - X LRFIA(BG) or PUMA
” Roof Board or SECUROCK Gypsum-Fiber Roof Board or SECUROCK CAS5 SBS-CA5
SECUROCK Tremco 3” Metal . . FA-RS
X K Cement Roof Board or min. 7/16-inch DEXcell Cement Roof Board
Gypsum-Fiber Roof Insulation Plate
Board
Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
Min. 22 ga o Trisotech CGF, Trisotech, ISOGARD CG or Styrofoam Brand
-22 g3, typ Roofmate, Highload 60 or Plazamate . AlphaGuard
B, Grade 33 steel . ) . . . . BP-CAS5 (Optional)
SC.76 or min. 2.500 osi Min. 1.5-inch Note 2 1 per Coverboard: Min. 0.125-inch TremBoard AC, min. 0.25-inch LRFIA or or SBS- BP-CAS or FCLO, MTS -45.0%
: structu.rall P Trisotech G 2.0 ft2 DensDeck Prime, DEXcell FA Glass Mat Roof Board, SECUROCK LRFIA(BG) CAS SBS-CAS or PUMA ’
concrete Gypsum-Fiber Roof Board or min. 0.5-inch Structodek HD with FA-RS
Primed Red Coating or SECUROCK Cement Roof Board or min.
7/16-inch DEXcell Cement Roof Board
Tremco #12 DP . . . . . AlphaGuard
Addit 11 lat| Li : Min. 1-inch | If IX EPS -
Min. 22 ga., type Min. 2-inch Fastener with 1 per itona nsu-a - a‘ver e psu oam LRFIA or BP-CAS (Optional) FC LO, MTS .
SC-77. ” Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK or SBS- BP-CAS or -45.0
B, Grade 80 steel Insulfoam IX EPS Tremco 3” Metal 2.0 ft2 - LRFIA(BG) or PUMA
. Gypsum-Fiber Roof Board CA5 SBS-CAS
Insulation Plate FA-RS
Min. 22 ga., type % . . . . . AlphaGuard
B, Grade 40 steel . . Additional Insulation Layer(s): (Optional) Min. 1-inch base BP-CA5 (Optional)
. . Min. 2-inch 1 per N N LRFIA or FC LO, MTS
SC-78. or min. 2,500 psi Trisotech G Note 2 2012 insulation LFRIA(BG) or SBS- BP-CAS or or PUMA -52.5
structural y Coverboard: Min. 0.125-inch TremBoard AC CAS SBS-CAS FA-RS
concrete
Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
Min. 22 ga., type Trisotech CGF, Trisotech, ISOGARD CG or Styrofoam Brand AlohaGuard
B, Grade 40 steel Min. 2-inch 108 Roofmate, Highload 60 or Plazamate LRFIA or BP-CAS (Optional) Fchoa I\L;IE"I'S
SC-79. or min. 2,500 psi Trist;tech G Note 2 ) ([))ftl Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat LRFIA(BG), 6- or SBS- BP-CAS or or PU;VIA -52.5
structural ’ Roof Board or SECUROCK Gypsum-Fiber Roof Board or min. 0.5- inch o.c. CA5 SBS-CA5 FA-RS
concrete inch SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
"|\'/r“5notz;:c2 Additional
Min. 22 ga., type IS(IJGARD Gi_, Tremco #14 HD Additignal Insulation Layer(s): (Optional) Min. 1-inch base Layer(s): LRFIA . AlphaGuard
B, Grade 40 steel . ' insulation or LRFIA(BG) BP-CA5 (Optional)
X | ISOGARD CG, Multi- | Fastener with 1 per . i i . X FCLO, MTS
SC-80. or min. 2,500 psi Max FA3. Ultra-Max | Tremco 3” Metal 202 Coverboard: Min. 0.5-inch Structodek HD with Primed Red Coating, | Coverboard: or SBS- BP-CAS or or PUMA -60.0
structural ! K ' DensDeck Prime or SECUROCK Cement Roof Board or min. 7/16- LRFIA or CA5 SBS-CAS5
or Styrofoam Brand | Insulation Plate . FA-RS
concrete ) inch DEXcell Cement Roof Board LRFIA(BG), 6-
Roofmate, Highload N
inch o.c.
60 or Plazamate
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TABLE 2c: STEEL oR CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF) orR RECOVER

SysTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED ToP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Top Insulation Roof Cover (Note 15)

Systemy 2 Fastener Attach Attach o
No- S Type (Note 2, Note 11) (Note 17) Type (Notes 6,7,8) Base Ply Ply LARS e
Min. 22 ga., type Additional Insulation Layer(s): (Optional) Min. 1-inch base AlphaGuard
B, Grade 40 steel Min. 2-inch 1 per insulation LRFIA or BP-CAS (Optional) FCLO. MTS
SC-81. or min. 2,500 psi Trisotech G Note 2 1.0 f2 Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK Gypsum- LRFIA(BG), 6- or SBS- BP-CAS or or Pu;le -67.5

structural ' Fiber Roof Board or SECUROCK Cement Roof Board or min. 7/16- inch o.c. CA5 SBS-CAS FA-RS
concrete inch DEXcell Cement Roof Board
Min. 2-inch
. Trisotech Tr‘emco #15 Er-l|,D Ad-d|t|onal InsuIat‘|0n Layer(s): (Optional) Min. 1-inch Trisotech G, LREIA or BP-CAS (Optional) AlphaGuard
sC-82. Min. 22 ga., type GISOGARD CG or with Tremco 3 1 per Trisotech CGf, Trisotech, ISOGARD CG or Styrofoam Brand LRFIA(BG), 6- or SBS- BP-CAS or FC LO, MTS 1125
B, Grade 40 steel Styrofoam Brand Metal Insulation 1.3 ft2 Roofmate, Highload 60 or Plazamate . ’ or PUMA
Roofmate, Highload | Plate Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board inch o.c. CAS SBS-CAS FA-RS
60 or Plazamate
. ) ' Tr.emco #15 E}-,I’D Ad-d|t|onal InsuIat‘|0n Layer(s): (Optional) Min. 1-inch TrlsoFech G, LREIA or BP-CAS (Optional) AlphaGuard
sC-83. Min. 22 ga., type M!n. 1.5-inch with Tremco 3 1 per Trisotech CGF, Trisotech or Styrofoam Brand Roofmate, Highload LRFIA(BG), 6- or SBS- BP-CAS or FCLO, MTS 1125
B, Grade 80 steel Trisotech G Metal Insulation 1.0 ft2 60 or Plazamate X or PUMA
Plate Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board inch o.c. CAS SBS-CAS FA-RS
HOT-ASPHALT-APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
Min. 22 ga., type Trisotech CGF, Trisotech, ISOGARD CG or Styrofoam Brand
B, Grade 33’ steel Roofmate, Highload 60 or Plazamate (Optional) AlphaGuard
sc-s4. or min. 2,500 psi M‘in. 2-inch Note 2 1 per Coverboard: Min. 0.125-inch TremBoard AC, min. 0.25-inch LRFIA or BP-AA or One or BP- FCLO, MTS 37.5%
structural Trisotech G 4.0 ft2 DensDeck Prime, DEXcell FA Glass Mat Roof Board, SECUROCK LRFIA(BG) SBS-AA AA or SBS- or PUMA
concrete Gypsum-Fiber Roof Board or min. 0.5-inch Structodek HD with AA FA-RS
Primed Red Coating or SECUROCK Cement Roof Board or min.
7/16-inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
Min. 22 ga., type Trisotech CGF, Trisotech, ISOGARD CG or Styrofoam Brand
B Grade 33’ steel - - Roofmate, Highload 60 or Plazamate (Optional) AlphaGuard
SC-85. 0:_ min. 2,500 psi Min. 1.5-inch Note 2 1 per Coverboard: Min. 0.125-inch TremBoard AC, min. 0.25-inch LRFIA or BP-AA or One or BP- FCLO, MTS -45.0%
structurall Trisotech G 2.0 ft2 DensDeck Prime, DEXcell FA Glass Mat Roof Board, SECUROCK LRFIA(BG) SBS-AA AA or SBS- or PUMA
concrete Gypsum-Fiber Roof Board or min. 0.5-inch Structodek HD with AA FA-RS
Primed Red Coating or SECUROCK Cement Roof Board or min.
7/16-inch DEXcell Cement Roof Board
Tremco #12 DP - . g . (Optional) AlphaGuard
sc-36 Min. 22 ga., type Min. 2-inch Fastener with 1 per 2:3;'22:::;“li:tlgr]z;\:\i:; EA;:S;;:EE?;Z?:;ECIEEZSCK LRFIA or BP-AA or Oneor BP- | FCLO, MTS 45.0*
" | B, Grade 80 steel Insulfoam IX EPS Tremco 3” Metal 20f2 | = - LRFIA(BG) SBS-AA AAorSBS- | or PUMA '
Y Gypsum-Fiber Roof Board
Insulation Plate AA FA-RS
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TABLE 2c: STEEL oR CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF) orR RECOVER

SysTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED ToP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Top Insulation Roof Cover (Note 15)
System Deck — e . MDP
astener ttac ac (psf)
No. (Note 1) Type Type Base PI Pl LARS sf
P (Note 2, Note 11) (Note 17) yp (Notes 6,7,8) v v
Min. 22 ga., type .
- . . . . (Optional) AlphaGuard
Addit | Insulation L; : (Opt 1) Min. 1-inch b
s S; ?nr;d;‘;%;te:il Min. 2-inch Note 2 1 per insullal':i'zz nsulation Layer(s): (Optional) Min. 1-inch base LRFIA or BP-AAor | OneorBP- | FCLO, MTS 525
: i P Trisotech G 2.0 ft2 . . LFRIA(BG) SBS-AA AA or SBS- or PUMA ’
structural Coverboard: Min. 0.125-inch TremBoard AC
E— AA FA-RS
concrete
Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
Min. 22 ga., type Trisotech CGf, Trisotech, ISOGARD CG or Styrofoam Brand (Optional) AlphaGuard
B, Grade 40 steel Min. 2-inch 1 per Roofmate, Highload 60 or Plazamate LRFIA or BP-AA or One or BP- FCLO. MTS
SC-88. or min. 2,500 psi . Note 2 p Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat LRFIA(BG), 6- ! -52.5
Trisotech G 202 | - ; ) - SBS-AA AAorSBS- | or PUMA
structural Roof Board or SECUROCK Gypsum-Fiber Roof Board or min. 0.5- inch o.c. AA FA-RS
concrete inch SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G, Additional
Min. 22 ga., type Trisotech G, Trisotech CGF, Trls.otech, EnergyGuard Polyiso Insulation, H-Shield, 7La er(s): LRFIA .
B. Grade 40 steel ISOGARD GL, Tremco #14 HD ISOGARD GL, Multi-Max FA3, ISOGARD CG or UltraMax or or LRFIA(BG) (Optional) AlphaGuard
sc-89 orr min. 2.500 psi ISOGARD CG, Multi- | Fastener with 1 per Styrofoam Brand Roofmate, Highload 60 or Plazamate Coverboard: BP-AA or Oneor BP- | FCLO, MTS 60.0
: structu-rarl P Max FA3, Ultra-Max | Tremco 3” Metal 2.0 ft2 Coverboard: Min. 0.5-inch Structodek HD with Primed Red Coating, m' SBS-AA AA or SBS- or PUMA ’
concrete or Styrofoam Brand Insulation Plate DensDeck Prime, DEXcell FA Glass Mat Roof Board, SECUROCK LRFIA(BG), 6- AA FA-RS
Roofmate, Highload Gypsum-Fiber Roof Board or SECUROCK Cement Roof Board or inch o.c ’
60 or Plazamate min. 7/16-inch DEXcell Cement Roof Board .
Min. 2-inch .
Additional
. Trisotech G, Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G, RN
gmg'r:jegz(')’ gg:l ISOGARD GL, Tremco #14 HD Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation, H-Shield, Ju—)t? Lt:{rFISA‘(II;ZTA (Optional) AlphaGuard
$C.90 o’r min. 2 500 bsi ISOGARD CG, Multi- | Fastener with 1 per ISOGARD GL, Multi-Max FA3, ISOGARD CG or UltraMax or c board: BP-AA or Oneor BP- | FCLO, MTS -60.0*
: structu-rall P Max FA3, Ultra-Max | Tremco 3” Metal 2.0 ft2 Styrofoam Brand Roofmate, Highload 60 or Plazamate 7&}’& t:ar ’ SBS-AA AA or SBS- or PUMA ’
or Styrofoam Brand | Insulation Plate Coverboard: Min. 1-inch MonoBoard Plus or Min. 2-inch TopRock 0 AA FA-RS
concrete . . . . LRFIA(BG), 6-
Roofmate, Highload DD Plus (no extrapolation permitted for ribbon attachment) .
inch o.c.
60 or Plazamate
Min. 22 Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
in. 22 ga., type Trisotech CGF, Trisotech, ISOGARD CG or Styrofoam Brand (Optional) AlphaGuard
B, Grade 33 steel . . . LRFIA or
sc-01 or min. 2.500 psi Min. 2-inch Note 2 1 per Roofmate, Highload 60 or Plazamate LRFIA(BG), 6- BP-AA or Oneor BP- | FCLO, MTS 675
’ structu-rall P Trisotech G 1.0 ft2 Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA Glass Mat inch o.c ! SBS-AA AA or SBS- | or PUMA ’
concrete Roof Board, SECUROCK Gypsum-Fiber Roof Board or SECUROCK o AA FA-RS
Cement Roof Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 2-inch
Trisotech Tremco #15 EHD Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G, LRFIA or (Optional) AlphaGuard
sc.92 Min. 22 ga., type GISOGARD CG or with Tremco 3” 1 per Trisotech CGF, Trisotech, ISOGARD CG or Styrofoam Brand LRFIA(BG), 6- BP-AAor | OneorBP- | FCLO, MTS 1125
: B, Grade 40 steel Styrofoam Brand Metal Insulation 1.3 ft2 Roofmate, Highload 60 or Plazamate inch o.c ! SBS-AA AA or SBS- or PUMA ’
Roofmate, Highload | Plate Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board o AA FA-RS
60 or Plazamate
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TABLE 2c: STEEL oR CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF) orR RECOVER

SysTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED ToP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Top Insulation Roof Cover (Note 15)
System Deck — e . mMbDP
astener ttacl ac
No. (Note 1) Type Type Base PI Pl LARS (psf)
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8) v v
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
TriI:c;te_:f:CG Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation, H-Shield,
in. . ’ ISOGARD GL, Multi-Max FA3, ISOGARD CG or UltraM .
Min. 22 ga., type ISOGARD GL, Tremco #14 HD uttviax ) or MraV (Optional) AlphaGuard
B, Grade 40 steel . . Styrofoam Brand Roofmate, Highload 60 or Plazamate
. K ISOGARD CG, Multi- | Fastener with 1 per . . . . BP-AA or One or BP- | FCLO, MTS
SC-93. or min. 2,500 psi ” Coverboard: Min. 0.125-inch TremBoard AC, min. 0.5-inch Hot asphalt -60.0
Max FA3, Ultra-Max | Tremco 3” Metal 2.0 ft2 T X . . . SBS-AA AA or SBS- or PUMA
structural or Styrofoam Brand Insulation Plate Structodek HD with Primed Red Coating, DensDeck Prime, DEXcell AA FA-RS
concrete Roonnate Highload FA Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof Board or
» 18 SECUROCK Cement Roof Board or min. 7/16-inch DEXcell Cement
60 or Plazamate
Roof Board
Min. 2-inch
Min. 22 ga o Trisotech G, Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
B G.radeg4(-J’ :\t,:el ISOGARD GL, Tremco #14 HD Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation, H-Shield, (Optional) AlphaGuard
sc-04 o’r min. 2.500 psi ISOGARD CG, Multi- | Fastener with 1 per ISOGARD GL, Multi-Max FA3, ISOGARD CG or UltraMax or Hot asphalt BP-AA or Oneor BP- | FCLO, MTS -60.0%
: structu.rall P Max FA3, Ultra-Max | Tremco 3” Metal 2.0 ft2 Styrofoam Brand Roofmate, Highload 60 or Plazamate P SBS-AA AAor SBS- | or PUMA ’
or Styrofoam Brand Insulation Plate Coverboard: Min. 1-inch MonoBoard Plus or Min. 2-inch TopRock AA FA-RS
concrete .
Roofmate, Highload DD Plus
60 or Plazamate
g/“g.r:jeg:—:(.)’ gg:l _'I\_/rl::of;:Cg Tremco #14 HD (Optional) AlphaGuard
- | ! . Fastener with 1 per Min. 0.125-inch TremBoard AC, min. 0.5-inch Structodek HD with BP-AA or One or BP- FCLO, MTS
SC-95. | or min. 2,500 psi ISOGARD GL, Multi- ” . ) Hot asphalt -67.5
Tremco 3” Metal 2.0 ft2 Primed Red Coating SBS-AA AA or SBS- or PUMA
structural Max FA3, ISOGARD Insulation Plate AA FA-RS
concrete CG or Ultra-Max
Min. 22 ga., .
$C.96 0;_ min. 2 500 bsi Min. 2-inch 414 fast 1 per Min. 0.125-inch TremBoard AC, min. 0.25-inch DensDeck Prime or Hot asphalt BP-AA or One or BP- FCLO, MTS 75.0
: -0 P Trisotech G (#14 fasteners 1.45ft2 | SECUROCK Gypsum-Fiber Roof Board P SBS-AA AAOrSBS- | or PUMA :
structural only)
AA FA-RS
concrete
Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
Min. 22 ga o Trisotech CGF, Trisotech, ISOGARD CG or Styrofoam Brand
B G.radeg3; ?t/gel Roofmate, Highload 60 or Plazamate AlphaGuard
5C-97 0:_ min. 2.500 psi Min. 2-inch Note 2 1 per Coverboard: Min. 0.125-inch TremBoard AC, min. 0.25-inch LRFIA or SBS-AA (Optional) FC LO, MTS 37.5%
: structu-rall P Trisotech G 4.0 ft2 DensDeck Prime, DEXcell FA Glass Mat Roof Board, SECUROCK LRFIA(BG) SBS-TA or PUMA ’
concrete Gypsum-Fiber Roof Board or min. 0.5-inch Structodek HD with FA-RS
Primed Red Coating or SECUROCK Cement Roof Board or min.
7/16-inch DEXcell Cement Roof Board
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NEmoO | etc.e
TABLE 2c: STEEL oR CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF) oR RECOVER

SysTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED ToP INSULATION, BONDED ROOF COVER

Base Insulation Top Insulation Roof Cover (Note 15)
System Deck — e . mMbDP
astener ttacl ac
No. (Note 1) Type Type Base PI Pl LARS (psf)
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8) v v
Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
Min. 22 ¢ Trisotech CGF, Trisotech, ISOGARD CG or Styrofoam Brand
B Ig}adeg;:a’, s\t/vg:I Roofmate, Highload 60 or Plazamate AlphaGuard
sc-08 o’r min. 2.500 psi Min. 1.5-inch Note 2 1 per Coverboard: Min. 0.125-inch TremBoard AC, min. 0.25-inch LRFIA or SBS-AA (Optional) FCLO, MTS 45.0%
. structu.rall P Trisotech G 2.0 ft2 DensDeck Prime, DEXcell FA Glass Mat Roof Board, SECUROCK LRFIA(BG) SBS-TA or PUMA ’
concrete Gypsum-Fiber Roof Board or min. 0.5-inch Structodek HD with FA-RS
Primed Red Coating or SECUROCK Cement Roof Board or min.
7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type
- . . Y . AlphaGuard
Addit | Insulation L; : (Opt 1) Min. 1-inch b
B, Gr.ade 40 stee.l Min. 2-inch 1 per Adcitional nsyiation ayer(s): (Optional) Min. 1-inch base LRFIA or (Optional) | FCLO, MTS
SC-99. or min. 2,500 psi Trisotech G Note 2 202 insulation LFRIA(BG) SBS-AA SBS-TA or PUMA -52.5
structural ’ Coverboard: Min. 0.125-inch TremBoard AC FA-RS
concrete
Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
Min. 22 ga., type Trisotech CGF, Trisotech, ISOGARD CG or Styrofoam Brand
' AlphaGuard
B, Grade 40 steel . . Roofmate, Highload 60 or Plazamate LRFIA or .
. R Min. 2-inch 1 per ) . 4 (Optional) FC LO, MTS
SC-100. | or min. 2,500 psi Trisotech G Note 2 2012 Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat LRFIA(BG), 6- SBS-AA SBS-TA or PUMA -52.5
structural : Roof Board or SECUROCK Gypsum-Fiber Roof Board or min. 0.5- inch o.c. FA-RS
concrete inch SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G, Additional
Min. 22 Trisotech G, Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation, H-Shield, mRFIA
5 Ig.radegZ(.)’ Z::l ISOGARD GL, Tremco #14 HD ISOGARD GL, Multi-Max FA3, ISOGARD CG or UltraMax or Mor L RFIA(EG) AlphaGuard
5C-101 o;r min. 2.500 psi ISOGARD CG, Multi- | Fastener with 1 per Styrofoam Brand Roofmate, Highload 60 or Plazamate Coverboard: SBS-AA (Optional) FC LO, MTS 60.0
g p Max FA3, Ultra-Max | Tremco3” Metal | 2.0tz | Coverboard: Min. 0.5-inch Structodek HD with Primed Red Coating, ﬁ' SBS-TA or PUMA :
concrete or Styrofoam Brand Insulation Plate DensDeck Prime, DEXcell FA Glass Mat Roof Board, SECUROCK LRFIA(BG), 6- FA-RS
Roofmate, Highload Gypsum-Fiber Roof Board or SECUROCK Cement Roof Board or inch o.c !
60 or Plazamate min. 7/16-inch DEXcell Cement Roof Board -
Min. 2-inch .
Trisotech G Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G Additional
in. . ’ . - : e o Layer(s): LRFIA
gﬂlgrazjeg‘ié ggeel ISOGARD GL, Tremco #14 HD Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation, H-Shield, O? LeRrFTA(BG) AlphaGuard
$C-102 0:’ min. 2.500 psi ISOGARD CG, Multi- | Fastener with 1 per ISOGARD GL, Multi-Max FA3, ISOGARD CG or UltraMax or c board: SBS-AA (Optional) FC LO, MTS -60.0*
: structu.rall p Max FA3, Ultra-Max | Tremco 3” Metal 2.0 ft2 Styrofoam Brand Roofmate, Highload 60 or Plazamate 7&:3’ Oc:ar ’ SBS-TA or PUMA ’
or Styrofoam Brand Insulation Plate Coverboard: Min. 1-inch MonoBoard Plus or Min. 2-inch TopRock FA-RS
concrete . . . . LRFIA(BG), 6-
Roofmate, Highload DD Plus (no extrapolation permitted for ribbon attachment) .
inch o.c.
60 or Plazamate
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TABLE 2c: STEEL oR CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF) orR RECOVER

SysTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED ToP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Top Insulation Roof Cover (Note 15)
System Deck — e . MDP
astener ttac ac (psf)
No. (Note 1) Type Type Base PI Pl LARS sf
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8) v v
. Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
Min. 22 ga., type N N
Trisotech CGF, Trisotech, ISOGARD CG or Styrofoam Brand AlphaGuard
B, Grade 33 steel Min. 2-inch 1 per Roofmate, Highload 60 or Plazamate LRFIAGY (Optional) FCLO, MTS
C-103. in. 2,500 psi . Note 2 ! . X . LRFIA(BG), 6- SBS-AA ’ -67.5
G e gtrrl:ncltnural pst Trisotech G ote 1.0 ft2 Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA Glass Mat inch o(c ) SBS-TA or PUMA
concrete Roof Board, SECUROCK Gypsum-Fiber Roof Board or SECUROCK o FA-RS
Cement Roof Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 2-inch
Trisotech Tremco #15 EHD Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G, LREIA or AlphaGuard
5C-104 Min. 22 ga., type GISOGARD CG or with Tremco 3” 1 per Trisotech CGF, Trisotech, ISOGARD CG or Styrofoam Brand LRFIA(BG), 6- SBS-AA (Optional) FCLO, MTS 1125
" | B, Grade 40 steel Styrofoam Brand Metal Insulation 1.3 ft2 Roofmate, Highload 60 or Plazamate inch o.c ! SBS-TA or PUMA ’
Roofmate, Highload | Plate Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board - FA-RS
60 or Plazamate
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
Trisz;tecth Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation, H-Shield,
in. . ! | ARD GL, Multi-Max FA3, | ARD ItraM
Min. 22 ga., type ISOGARD GL, Tremco #14 HD SOG GL, Multi-Max FA3, §OG CG or UltraMax or AlphaGuard
B, Grade 40 steel ISOGARD CG. Multi- | Fastener with 1 per Styrofoam Brand Roofmate, Highload 60 or Plazamate (Optional) FCLO. MTS
SC-105. | or min. 2,500 psi ! ” P Coverboard: Min. 0.125-inch TremBoard AC, min. 0.5-inch Hot asphalt SBS-AA P ’ -60.0
Max FA3, Ultra-Max | Tremco 3” Metal 2.0 ft2 - . . R . . SBS-TA or PUMA
structural or Styrofoam Brand Insulation Plate Structodek HD with Primed Red Coating, DensDeck Prime, DEXcell FA-RS
concrete Roofﬁmte Highload FA Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof Board or
» NI SECUROCK Cement Roof Board or min. 7/16-inch DEXcell Cement
60 or Plazamate
Roof Board
Min. 2-inch
Min. 22 Trisotech G, Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
B IglradegZ(.)’ g::l ISOGARD GL, Tremco #14 HD Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation, H-Shield, AlphaGuard
5C-106 0;_ min. 2.500 psi ISOGARD CG, Multi- | Fastener with 1 per ISOGARD GL, Multi-Max FA3, ISOGARD CG or UltraMax or Hot asphalt SBS-AA (Optional) FC LO, MTS -60.0*
: structu-rall P Max FA3, Ultra-Max | Tremco 3” Metal 2.0 ft2 Styrofoam Brand Roofmate, Highload 60 or Plazamate otaspha SBS-TA or PUMA ’
or Styrofoam Brand | Insulation Plate Coverboard: Min. 1-inch MonoBoard Plus or Min. 2-inch TopRock FA-RS
concrete .
Roofmate, Highload DD Plus
60 or Plazamate
0, Grade 40 el | Tisotach Tremco #14 HD Alphauard
! ! F ith Min. 0.5-inch 0.125-inch T B Al in. k HD with i FCLO, MT
$C-107. | or min. 2,500 psi ISOGARD GL, Multi- astener \:nt 1 per |.n 0.5-inch 0 : 5-inch TremBoard AC or min. Structode witl Hot asphalt SBS-AA (Optional) CLO, MTS 675
Tremco 3” Metal 2.0 ft2 Primed Red Coating SBS-TA or PUMA
structural Max FA3, ISOGARD Insulation Plate FARS
concrete CG or Ultra-Max
in. 22 ga.
g/“gradegg?: gg:l Note 2 AlphaGuard
$C-108 0; min. 2.500 psi Min. 2-inch (#14 fast 1 per Min. 0.25-inch 0.125-inch TremBoard AC or min. DensDeck Prime Hot asphalt SBS-AA (Optional) FCLO, MTS 750
‘ et P Trisotech G agEners 1.45f2 | or SECUROCK Gypsum-Fiber Roof Board P SBS-TA or PUMA :
structural only) FARS
concrete

SEBS-APPLIED BASE PLY:
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TABLE 2c: STEEL oR CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF) orR RECOVER

SysTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED ToP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Top Insulation Roof Cover (Note 15)
System Deck — e . MDP
astener ttac ac (psf)
No. (Note 1) T T Base PI Pl LARS sf
ype (Note 2, Note 11) (Note 17) ype (Notes 6,7,8) Ry v
Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
Min. 2-inch Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, H-Shield,
Min. 22 ga., type T .m't I:CG ISOGARD GL, Multi-Max FA3, ISOGARD CG, UltraMax or Styrofoam AlohaGuard
B, Grade 33 steel E:Z(r) eéuar’d 1 per Brand Roofmate, Highload 60 or Plazamate LRFIA or BP-SEBS (Optional) FCpLOa I\L;I?I'rs
SC-109. | or min. 2,500 psi i ! Note 2 P Coverboard: Min. 0.125-inch TremBoard AC, min. 0.5-inch or SBS- BP-SEBS or g 37.5%
Polyiso Insulation, 4.0 ft2 - . . A . . . LRFIA(BG) or PUMA
structural H-Shield. ISOGARD Structodek HD with Primed Red Coating, min. 0.25-inch DensDeck SEBS SBS-SEBS FA-RS
concrete 6L ! Prime, DEXcell FA Glass Mat Roof Board, SECUROCK Gypsum-Fiber
Roof Board or min. 0.5-inch SECUROCK Cement Roof Board or min.
7/16-inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
Min. 22 ga o Trisotech CGF, Trisotech, ISOGARD CG or Styrofoam Brand
-22 g3, typ Roofmate, Highload 60 or Plazamate . AlphaGuard
B, Grade 33 steel . ) ) . . . BP-SEBS (Optional)
$C-110. | or min. 2.500 psi Min. 1.5-inch Note 2 1 per Coverboard: Min. 0.125-inch TremBoard AC, min. 0.25-inch LRFIA or or SBS- BP-SEBS or FC LO, MTS 45.0*
’ structu.rall P Trisotech G 2.0 ft2 DensDeck Prime, DEXcell FA Glass Mat Roof Board, SECUROCK LRFIA(BG) SEBS SBS-SERS or PUMA ’
concrete Gypsum-Fiber Roof Board or min. 0.5-inch Structodek HD with FA-RS
Primed Red Coating or SECUROCK Cement Roof Board or min.
7/16-inch DEXcell Cement Roof Board
Tremco #12 DP . ) » ! ) AlphaGuard
Min. 22 ga., type Min. 2-inch Fastener with 1 per Additional Insu!atlon La‘yer. Min. 1-inch Iﬁsulfoam IX EPS LREIA or BP-SEBS (Optional) FCLO, MTS
SC-111. ” Coverboard: Min. 0.25-inch DensDeck Prime or SECUROCK or SBS- BP-SEBS or -45.0*
B, Grade 80 steel Insulfoam IX EPS Tremco 3” Metal 2.0 ft2 - .. LRFIA(BG) or PUMA
. Gypsum-Fiber Roof Board SEBS SBS-SEBS
Insulation Plate FA-RS
Min. 22 ga., type " ) ) ) ) . AlphaGuard
B, Grade 40 steel . . Additional Insulation Layer(s): (Optional) Min. 1-inch base BP-SEBS (Optional)
. . Min. 2-inch 1 per . . LRFIA or FCLO, MTS
SC-112. | or min. 2,500 psi Trisotech G Note 2 20ft2 insulation LFRIA(BG) or SBS- BP-SEBS or or PUMA -52.5
structural ’ Coverboard: Min. 0.125-inch TremBoard AC SEBS SBS-SEBS FA-RS
concrete
Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
Min. 22 ga., type Trisotech CGF, Trisotech, ISOGARD CG or Styrofoam Brand AlohaGuard
B, Grade 40 steel Min. 2-inch 1 per Roofmate, Highload 60 or Plazamate LRFIA or BP-SEBS (Optional) FCpLOa I\L;IE"I'S
SC-113. | or min. 2,500 psi Trist;tech e Note 2 ) ([))ftz Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat LRFIA(BG), 6- or SBS- BP-SEBS or or PU;VIA -52.5
structural ’ Roof Board or SECUROCK Gypsum-Fiber Roof Board or min. 0.5- inch o.c. SEBS SBS-SEBS FA-RS
concrete inch SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G, Additional
. Trisotech G Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation, H-Shield, —
. . ! . Layer(s): L
Min. 22 ga, type | ceapp 6L, Tremco #14 HD ISOGARD GL, Multi-Max FA3, ISOGARD CG or UltraMax or aver(s): LRFIA ) AlphaGuard
B, Grade 40 steel X K . or LRFIA(BG) BP-SEBS (Optional)
sc-114. | or min. 2.500 psi ISOGARD CG, Multi- | Fastener with 1 per Styrofoam Brand Roofmate, Highload 60 or Plazamate Coverboard: or SBS- BP-SEBS or FC LO, MTS -60.0
: structu.rall p Max FA3, Ultra-Max | Tremco 3” Metal 2.0 ft2 Coverboard: Min. 0.5-inch Structodek HD with Primed Red Coating, LRFIAor ’ SEBS SBS-SEBS or PUMA '
concrete or Styrofoam Brand Insulation Plate DensDeck Prime, DEXcell FA Glass Mat Roof Board, SECUROCK LRFIA(BG), 6- FA-RS
Roofmate, Highload Gypsum-Fiber Roof Board or SECUROCK Cement Roof Board or inch o.c !
60 or Plazamate min. 7/16-inch DEXcell Cement Roof Board o
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TABLE 2c: STEEL oR CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF) orR RECOVER

SysTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED ToP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Top Insulation Roof Cover (Note 15)
System Deck — e . MDP
astener ttac ac (psf)
No. (Note 1) Type Type Base Pl Pl LARS sf
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8) v v
Min. 2-inch 4
Additional
. Trisotech G, Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G, TN
BMIE' 25 gz('j’ t\t/pel ISOGARD GL, Tremco #14 HD Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation, H-Shield, fﬁaggm BP-SEBS (Optional) AlphaGuard
» orade SUSIEE | 1SOGARD CG, Multi- | Fastener with 1per | ISOGARD GL, Multi-Max FA3, ISOGARD CG or UltraMax or ptiona FCLO, MTS
SC-115. | or min. 2,500 psi ” . Coverboard: or SBS- BP-SEBS or -60.0*
Max FA3, Ultra-Max | Tremco 3” Metal 2.0 ft2 Styrofoam Brand Roofmate, Highload 60 or Plazamate or PUMA
structural - . . . R LRFIA or SEBS SBS-SEBS
or Styrofoam Brand | Insulation Plate Coverboard: Min. 1-inch MonoBoard Plus or Min. 2-inch TopRock FA-RS
concrete . . . . LRFIA(BG), 6-
Roofmate, Highload DD Plus (no extrapolation permitted for ribbon attachment) .
inch o.c.
60 or Plazamate
Min. 22 ga., type Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
: v Trisotech CGF, Trisotech, ISOGARD CG or Styrofoam Brand . Alph
B, Grade 33 steel o . Y LRFIA or BPSEBS | (Optional) | AlPhacuard
sc116. | or min. 2.500 psi Min. 2-inch Note 2 1 per Roofmate, Highload 60 or Plazamate LRFIA(BG), 6- or SBS- BP-SEBS or FC LO, MTS 675
: structu-rall P Trisotech G 1.0 ft2 Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA Glass Mat inch o.c ! SEBS SBS-SERS or PUMA ’
concrete Roof Board, SECUROCK Gypsum-Fiber Roof Board or SECUROCK . FA-RS
Cement Roof Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 2-inch
Trisotech Tremco #15 EHD Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G, LRFIA or BP-SEBS (Optional) AlphaGuard
Min. 22 ga., type | GISOGARD CG or with Tremco 3” 1per | Trisotech CGF, Trisotech, ISOGARD CG or Styrofoam Brand ptiona FCLO, MTS
SC-117. . . LRFIA(BG), 6- or SBS- BP-SEBS or -112.5
B, Grade 40 steel Styrofoam Brand Metal Insulation 1.3 ft2 Roofmate, Highload 60 or Plazamate inch o.c SEBS SBS-SEBS or PUMA
Roofmate, Highload | Plate Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board - FA-RS
60 or Plazamate
Dekfast DF-#15-
PH3 with PLT-R-3,
OMG XHD with
Min. 2-inch OMG 3 in. ) AlphaGuard
Min. 22 ga., type Trisotech G, Galvalumg Steel 1 per Min. 0.125-inch TremBoard AC or min. 0.5-inch DensDeck Prime or LRFIA or BP-SEBS (Optional) FCLO, MTS
SC-118. . . Plate or 3 in. N LRFIA(BG), 4- or SBS- BP-SEBS or -135.0
B, Grade 80 steel Trisotech, H-Shield . 1.0 ft2 SECUROCK Gypsum-Fiber Roof Board . or PUMA
Rk Ribbed Galvalume inch o.c. SEBS SBS-SEBS
or Multi-Max FA3 Plate, Trufast #15 FA-RS
EHD with Trufast 3”
Metal Insulation
Plate
Min. 2-inch Trufast #15 EHD . AlphaGuard
$C-119 Min. 22 ga., type Styrofoam Brand with Trufast 3” 1 per Min. 0.125-inch TremBoard AC or min. 0.5-inch DensDeck Prime or ::ﬁ:z:i(ng) 2 gf_sS;s%S é%‘_);g);sagr FC LO, MTS 1350
" | B, Grade 80 steel Roofmate, Highload | Metal Insulation 1.0 ft2 SECUROCK Gypsum-Fiber Roof Board X ’ or PUMA ’
inch o.c. SEBS SBS-SEBS
60 or Plazamate Plate FA-RS
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TABLE 2c: STEEL oR CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF) orR RECOVER

SysTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED ToP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Top Insulation Roof Cover (Note 15)
System Deck — e . MDP
astener ttac ac (psf)
No. (Note 1) Type Type Base Pl Pl LARS sf
v (Note 2, Note 11) | (Note17) P (Notes 6,7,8) Y Y
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
TriI:c;te_:f:CG Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation, H-Shield,
in. . ’ ISOGARD GL, Multi-Max FA3, ISOGARD CG or UltraM
Min. 22 ga., type | \oncapp Gl Tremco #14 HD uttviax FAS, - or MraV ) AlphaGuard
B, Grade 40 steel . ) Styrofoam Brand Roofmate, Highload 60 or Plazamate BP-SEBS (Optional)
. | ISOGARD CG, Multi- | Fastener with 1 per X R i R FCLO, MTS
SC-120. | or min. 2,500 psi ” Coverboard: Min. 0.125-inch TremBoard AC, min. 0.5-inch Hot asphalt or SBS- BP-SEBS or -60.0
Max FA3, Ultra-Max | Tremco 3” Metal 2.0 ft2 T X . . . or PUMA
structural or Styrofoam Brand Insulation Plate Structodek HD with Primed Red Coating, DensDeck Prime, DEXcell SEBS SBS-SEBS FA-RS
concrete Roonnate Highload FA Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof Board or
» 18 SECUROCK Cement Roof Board or min. 7/16-inch DEXcell Cement
60 or Plazamate
Roof Board
Min. 2-inch
Min. 22 ga o Trisotech G, Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
B G.radeg4(-J’ :\t,:el ISOGARD GL, Tremco #14 HD Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation, H-Shield, BP-SEBS (Optional) AlphaGuard
o1t | e oo | 1SOGARD CG, Multi- | Fastener with lper | ISOGARD GL, Multi-Max FA3, ISOGARD CG or UltraMax or Hot asohalt ooms. | Brctetor | FELOMTS |
: structu.rall P Max FA3, Ultra-Max | Tremco 3” Metal 2.0 ft2 Styrofoam Brand Roofmate, Highload 60 or Plazamate otaspha SEBS SBS-SERS or PUMA ’
or Styrofoam Brand Insulation Plate Coverboard: Min. 1-inch MonoBoard Plus or Min. 2-inch TopRock FA-RS
concrete .
Roofmate, Highload DD Plus
60 or Plazamate
Min. 22 ga., type Min. 2-inch
. Tremco #14 HD . AlphaGuard
B, Griade 40 steeAI Trisotech G, ) Fastener with 1 per Min. 0.5-inch 0.125-inch TremBoard AC or min. Structodek HD with BP-SEBS (Optional) FC LO, MTS
SC-122. | or min. 2,500 psi ISOGARD GL, Multi- Tremco 3” Metal 20f2 primed Red Coatin Hot asphalt or SBS- BP-SEBS or or PUMA -67.5
structural Max FA3, ISOGARD K ' e SEBS SBS-SEBS
Insulation Plate FA-RS
concrete CG or Ultra-Max
Min. 22 ga., type
. AlphaGuard
Note 2 X
B, Gr.ade 3 stee.l Min. 2-inch ote 1 per Min. 0.25-inch 0.125-inch TremBoard AC or min. DensDeck Prime BP-SEBS (Optional) FC LO, MTS
SC-123. | or min. 2,500 psi . (#14 fasteners . Hot asphalt or SBS- BP-SEBS or -75.0
Trisotech G 1.45ft2 | or SECUROCK Gypsum-Fiber Roof Board or PUMA
structural only) SEBS SBS-SEBS FA-RS
concrete
TORCH-APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
Min. 22 ga., type Trisotech CGF, Trisotech, ISOGARD CG or Styrofoam Brand
. AlphaGuard
B, Grade 33 steel Min. 2-inch 1 per Roofmate, Highload 60 or Plazamate LREIA or (Optional) FCLO. MTS
SC-124. | or min. 2,500 psi Trisétech G Note 2 4 (;)ftl Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat LRFIA(BG) SBS-TA SBFS)»TA or PU;\/IA -37.5%
structural : Roof Board, SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch FA-RS
concrete SECUROCK Cement Roof Board or min. 7/16-inch DEXcell Cement
Roof Board
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TABLE 2c: STEEL oR CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF) orR RECOVER

SysTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED ToP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Top Insulation Roof Cover (Note 15)
System Deck — e . MDP
astener ttac ac (psf)
No. (Note 1) Type Type Base Pl Pl LARS sf
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8) v v
Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
Min. 22 ga., type Trisotech CGF, Trisotech, ISOGARD CG or Styrofoam Brand
B, Grade 33 steel Roofmate, Highload 60 or Plazamate AlphaGuard
- R Min. 1.5-inch 1 ! . . ) LRFIA Optional FCLO, MTS
SC-125. | or min. 2,500 psi Tr;:otechlrgic Note 2 ) g?trz Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat LRFIA(CI;rC-i) SBS-TA (SBZ»;'Ta ) or PUMA -45.0*
structural ’ Roof Board, SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch FA-RS
concrete SECUROCK Cement Roof Board or min. 7/16-inch DEXcell Cement
Roof Board
Tremco #12 DP . . . . AlphaGuard
. . . . Additional Insulation Layer: Min. 1-inch Insulfoam IX EPS .
Min. 22 ga., type Min. 2-inch Fastener with 1 per ) ; ) LRFIA or (Optional) FCLO, MTS
-126. : . 0.25- BS-TA -45.0*
SC126. | 5 Grade 80steel | Insulfoam IXEPS | Tremco3” Metal | 2.0fp | Soverboard: Min.0.25-inch DensDeck Prime or SECUROCK LRFIA(BG) 58S SBS-TA or PUMA >0
. Gypsum-Fiber Roof Board
Insulation Plate FA-RS
Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
Min. 22 ga., type Trisotech CGF, Trisotech, ISOGARD CG or Styrofoam Brand
! AlphaGuard
B, Grade 40 steel . . Roofmate, Highload 60 or Plazamate LRFIA or .
. K Min. 2-inch 1 per . . . (Optional) FC LO, MTS
SC-127. | or min. 2,500 psi Trisotech G Note 2 20 f2 Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat LRFIA(BG), 6- SBS-TA SBS-TA or PUMA -52.5
structural ’ Roof Board or SECUROCK Gypsum-Fiber Roof Board or min. 0.5- inch o.c. FA-RS
concrete inch SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Min. 2-inch - . Y . . . -
Trisotech G Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G, Additional
in. . ’ Tri h CGF, Tri h, E Polyiso Insulation, H-Shield, | Layer(s): LRFIA
Min. 22 ga., type ISOGARD GL, Tremco #14 HD risotech CG rls.otec nergyGuard Polyiso Insulation, H-Shield ayer(s AlphaGuard
B, Grade 40 steel . . ISOGARD GL, Multi-Max FA3, ISOGARD CG or UltraMax or or LRFIA(BG) .
. K ISOGARD CG, Multi- | Fastener with 1 per . (Optional) FC LO, MTS
SC-128. | or min. 2,500 psi ” Styrofoam Brand Roofmate, Highload 60 or Plazamate Coverboard: SBS-TA -60.0
Max FA3, Ultra-Max | Tremco 3” Metal 2.0 ft2 . . X I — SBS-TA or PUMA
structural or Stvrofoam Brand Insulation Plate Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA Glass Mat LRFIA or FA-RS
concrete y . Roof Board, SECUROCK Gypsum-Fiber Roof Board or SECUROCK LRFIA(BG), 6-
Roofmate, Highload . . .
Cement Roof Board or min. 7/16-inch DEXcell Cement Roof Board inch o.c.
60 or Plazamate
Min. 2-inch Additional
. Trisotech G, Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
. . N . . . . L : LRFIA
gﬂlgrazjeg‘ié gg:l ISOGARD GL, Tremco #14 HD Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation, H-Shield, fﬁ:ﬁ(%) AlphaGuard
$C-129 0:_ min. 2.500 psi ISOGARD CG, Multi- | Fastener with 1 per ISOGARD GL, Multi-Max FA3, ISOGARD CG or UltraMax or c board: SBS-TA (Optional) FC LO, MTS -60.0*
: structu-rall P Max FA3, Ultra-Max | Tremco 3” Metal 2.0 ft2 Styrofoam Brand Roofmate, Highload 60 or Plazamate W' SBS-TA or PUMA ’
or Styrofoam Brand Insulation Plate Coverboard: Min. 1-inch MonoBoard Plus or Min. 2-inch TopRock FA-RS
concrete . e —— . . . LRFIA(BG), 6-
Roofmate, Highload DD Plus (no extrapolation permitted for ribbon attachment) .
inch o.c.
60 or Plazamate
Min. 22 ¢ Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
in. 22 ga., type Trisotech CGF, Trisotech, ISOGARD CG or Styrofoam Brand AlphaGuard
B, Grade 33 steel Min. 2-inch 1 per Roofmate, Highload 60 or Plazamate LRFIA or (Optional) FC LO, MTS
- b in. 2,500 psi . 2 ’ . K . LRFIA(BG), 6- BS- ! -67.
SC-130 2trrtrrcltnural ps! Trisotech G e 1.0 ft2 Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA Glass Mat inch o(c ) SBS-TA SBS-TA or PUMA 67.5
concrete Roof Board, SECUROCK Gypsum-Fiber Roof Board or SECUROCK o FA-RS
Cement Roof Board or min. 7/16-inch DEXcell Cement Roof Board
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TABLE 2c: STEEL oR CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF) orR RECOVER

SysTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED ToP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Top Insulation Roof Cover (Note 15)
System Deck — e . MDP
astener ttac ac (psf)
No. (Note 1) Type Type Base Pl Pl LARS sf
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8) v v
Min. 2-inch
Trisotech Tremco #15 EHD Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G, LRA AlphaGuard
sc131 Min. 22 ga., type GISOGARD CG or with Tremco 3” 1 per Trisotech CGF, Trisotech, ISOGARD CG or Styrofoam Brand LRFIA(BEE) 6- SBS-TA (Optional) FC LO, MTS 1125
" | B, Grade 40 steel Styrofoam Brand Metal Insulation 1.3 ft2 Roofmate, Highload 60 or Plazamate inch o.c Q SBS-TA or PUMA ’
Roofmate, Highload | Plate Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board o FA-RS
60 or Plazamate
Min. 2-inch . . . . . .
Trisotech G Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
Min. 22 ga., type ISr(I)S(G):RCD Gi_, Tremco #14 HD Trisotech CGF, Tris.otech, EnergyGuard Polyiso Insulation, H-Shield, AlphaGuard
B, Grade 40 steel . K ISOGARD GL, Multi-Max FA3, ISOGARD CG or UltraMax or .
. K ISOGARD CG, Multi- | Fastener with 1 per . (Optional) FC LO, MTS
SC-132. | or min. 2,500 psi ” Styrofoam Brand Roofmate, Highload 60 or Plazamate Hot asphalt SBS-TA -60.0
Max FA3, Ultra-Max | Tremco 3” Metal 2.0 ft2 . . . SBS-TA or PUMA
structural or Styrofoam Brand Insulation Plate Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA Glass Mat FA-RS
concrete Roof:/nate Highload Roof Board, SECUROCK Gypsum-Fiber Roof Board or SECUROCK
» TIE Cement Roof Board or min. 7/16-inch DEXcell Cement Roof Board
60 or Plazamate
Min. 2-inch
Min. 22 Trisotech G, Additional Insulation Layer(s): (Optional) Min. 1-inch Trisotech G,
B I(r;.radegza KSSI ISOGARD GL, Tremco #14 HD Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation, H-Shield, AlphaGuard
$C-133 o’r min. 2,500 psi ISOGARD CG, Multi- | Fastener with 1 per ISOGARD GL, Multi-Max FA3, ISOGARD CG or UltraMax or Hot asphalt SBS-TA (Optional) FC LO, MTS 60.0*
: structu.rall P Max FA3, Ultra-Max | Tremco 3” Metal 2.0 ft2 Styrofoam Brand Roofmate, Highload 60 or Plazamate P SBS-TA or PUMA ’
or Styrofoam Brand | Insulation Plate Coverboard: Min. 1-inch MonoBoard Plus or Min. 2-inch TopRock FA-RS
concrete .
Roofmate, Highload DD Plus
60 or Plazamate
Min. 22 ga., type
Alph
B, Grade 33 steel Min. 2-inch Note 2 1 per (Optional) FCF)LSGI\L;IE"I'I'Sd
SC-134. strrLr;rlltnLjri]SOO psi Trisotech G (#1|4 fasteners 1.45 f12 Min. 0.25-inch DensDeck Prime or DEXcell FA Glass Mat Roof Board | Hot asphalt SBS-TA SBS-TA or PUMA -75.0
only) FA-RS
concrete
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Thermal Barrier Vapor Insulation Layer(s) Roof Cover (Note 15)
System Deck Fast (Note 2 h Primer Barrier Attach P
astener (Note Attac
No. (Note 1) L poTem T Base Pl Pl LAR! sf
vee Note 11) Note 17 (Note 15) ype Notes6.7.8) | B2%¢PY y s (osf)
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Additional Insulation Layer(s): Min. 1-inch, 1.35 pcf,
unfaced Cellofoam EPS Roof Insulation or unfaced
T #12 DP Insulfoam EPS, Trisotech G, Trisotech CGF, EnergyGuard
Min. 22 Min. 0.5-inch F::tn::;r or Tremco One or two Polyiso Insulation, Trisotech, H-Shield, ISOGARD GL, Multi- AlphaGuard
. DensDeck Prime or plies, BP- Max FA3, ISOGARD CG, UltraMax or Styrofoam Brand (Optional) P
ga., type #14 HD Fastener 1 per f LRFIA or BP-CA6 or FCLO, MTS
SC-135. B Grade SECUROCK with Tremco 3” 320 None CA®6, SBS- Roofmate, Highload 60 or Plazamate LRFIA(BG) SBS-CAG BP-CA6 or or PUMA -45.0*%
46 steel Gypsum-Fiber Roof Metal Insulation : CAG6 or SBS- Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- SBS-CA6 FA-RS
Board Plate TA inch DensDeck Prime, DEXcell FA Glass Mat Roof Board or
SECUROCK Gypsum-Fiber Roof Board or SECUROCK
Cement Roof Board or min. 7/16-inch DEXcell Cement Roof
Board
Additional Insulation Layer(s): Min. 1-inch, 1.35 pcf,
unfaced Cellofoam EPS Roof Insulation or unfaced
Tremco #12 DP Insulfoam EPS, Trisotech G, Trisotech CGF, EnergyGuard
Min. 22 Min. 0.5-inch Fastener or Tremco Tremco AVC Tremco Polyiso Insulation, Trisotech, H-Shield, ISOGARD GL, Multi- (Optional) AlphaGuard
sc-136 ga., type SECUROCK #14 HD Fastener 1 per Membrane AVC Max FA3, ISOGARD CG, UltraMax or Styrofoam Brand LRFIA or BP-CA6 or BP‘-)CAG or FCLO, MTS 45.0*
"| B, Grade Gypsum-Fiber Roof with Tremco 3” 3.2ft2 Primer Membrane Roofmate, Highload 60 or Plazamate LRFIA(BG) SBS-CA6 SBS-CAG or PUMA :
40 steel Board Metal Insulation Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA FA-RS
Plate Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof
Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Additional Insulation Layer(s): Min. 1-inch, 1.35 pcf,
unfaced Cellofoam EPS Roof Insulation or unfaced
Tremco #12 DP Tremco AVC Insulfoam EPS, Trisotech G, Trisotech CGF, EnergyGuard
Min. 22 Min. 0.5-inch Fastener or Tremco Membrane Polyiso Insulation, Trisotech, H-Shield, ISOGARD GL, Multi- (Optional) AlphaGuard
sC-137 ga., type SECUROCK #14 HD Fastener 1 per Primer or Tremco Max FA3, ISOGARD CG, UltraMax or Styrofoam Brand LRFIA or BP-CA6 or BPF—)CAG r FCLO, MTS 45.0*
“=>"| B, Grade Gypsum-Fiber Roof with Tremco 3” 3.2 ft? AVC AVC Max Roofmate, Highload 60 or Plazamate LRFIA(BG) SBS-CA6 SBS—CAGO or PUMA -
40 steel Board Metal Insulation Membrane Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA FA-RS
Plate Primer (WB) Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof
Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
. . . | lation Lay: : i | , min. 1-inch
Min. 22 Min. 0.5-inch Tremco #15 EHD n'su ation La e‘r s): (Optional) O-ne or more, min. L-inc . AlphaGuard
i Tremco AVC Tremco Trisotech G, Trisotech CGF or Trisotech (Optional)
ga., Type SECUROCK Fastener with 1 per | . . LRFIA or BP-CA6 or FCLO, MTS
SC-138. ) ” ) Membrane AvVC Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- BP-CA6 or -52.5
B, Grade Gypsum-Fiber Roof Tremco 3” Metal 2.0 ft: ) N X ! LRFIA(BG) SBS-CA6 or PUMA
. Primer Membrane inch DensDeck Prime or SECUROCK Gypsum Fiber Roof SBS-CA6
40 steel Board Insulation Plate FA-RS
Board
Tremco AVC . . . .
. . . Insulation Lay : (Opti I)O X . 1-inch
Min. 22 Min. 0.5-inch Tremco #15 EHD Membrane 'I'r:'issuoztj‘efhnGaT;I;;teﬁhpCIGOFHSr)Triz,th;::hmore min. 2-inc (Optional) AlphaGuard
ga., Type SECUROCK Fastener with 1 per Primer or Tremco L R . LRFIA or BP-CA6 or P FC LO, MTS
SC-139. X ” Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- BP-CA6 or -52.5
B, Grade Gypsum-Fiber Roof Tremco 3” Metal 2.0 ft2 AVC AVC Max = X ! LRFIA(BG) SBS-CA6 or PUMA
Y inch DensDeck Prime or SECUROCK Gypsum Fiber Roof SBS-CA6
40 steel Board Insulation Plate Membrane FA-RS
. Board
Primer (WB)
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NEmoO | etc.e
TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

Thermal Barrier Vapor Insulation Layer(s) Roof Cover (Note 15)
SR Deck Fast (Note 2, h Primer Barrier Attach MDP
astener (Note Attac
No. (Note 1) L poTem T Base Pl Pl LAR! sf
vee Note 11) Note 17 (Note 15) ype Notes6.7.8) | B2%¢PY y s (osf)
Min. 0.5-inch Tremco #14 HD Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 22 DEXcell FA Glass Fastener with Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation, AlphaGuard
in. Mat Roof Board, Tremco 3" Metal ) Oneortwo | H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or (Optional) | £PnaBuar
ga., Type X X 1 per (Optional) R . LRFIA or BP-CA6 or FCLO, MTS
SC-140. B Grade DensDeck Prime or Insulation Plate or 182 ASTM Da1 plies, SBS- UltraMax or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG) SBS-CAG BP-CA6 or or PUMA -60.0
46 steel SECUROCK Dekfast DF-#14- ’ TA Plazamate SBS-CA6 FA-RS
Gypsum-Fiber Roof PH3 with Dekfast Coverboard: Min. 0.25-inch SECUROCK Gypsum-Fiber Roof
Board PLT-R-3 Board
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Tremco #14 HD Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
. Fastener with H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or
Min. 22 Tremco 3” Metal One or two UltraMax or Styrofoam Brand Roofmate, Highload 60 or (Optional) AlphaGuard
ga., Type Min. 0.5-inch X 1 per (Optional) R Al LRFIA or BP-CA6 or P FCLO, MTS
SC-141. B Grade DensDeck Prime Insulation Plate or 20f2 ASTM Da1 plies, SBS- Plazamate LRFIA(BG) SBS-CAG BP-CA6 or or PUMA -67.5
46 steel Dekfast DF-#14- : TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof SBS-CA6 FA-RS
PH3 with Dekfast Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof
PLT-R-3 Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
) H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or
Min. 22 Min. 0.5-inch Dekfast DF-#14- One or two UltraMax or Styrofoam Brand Roofmate, Highload 60 or (Optional) AlphaGuard
ga., Type -9 i lper | (Optional) d 4 » g LRFIA or BP-CA6 or P FCLO, MTS
SC-142. B Grade DEXcell FA Glass PH3 with Dekfast 2022 ASTM D41 plies, SBS- Plazamate LRFIA(BG) SBS-CAG BP-CA6 or or PUMA -67.5
46 steel Mat Roof Board PLT-R-3 ’ TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof SBS-CA6 FA-RS
Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof
Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
H-Shield, | ARD GL, Multi-Max FA3, | ARD
Min. 22 Min. 0.5-inch Tremco #14 HD Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or ) AlphaGuard
K . One or two UltraMax or Styrofoam Brand Roofmate, Highload 60 or (Optional)
sc.1a3. | 8 Type SECUROCK Fastener with 1 per (Optional) plies, SBS Plazamate LRFIA or BP-CA6 or BP_CAG or FCLO, MTS 67.5
- . _Fi ” 2 g - ~ - -6/.
Ebftr::f gz:f:m Fiber Roof E:S?:tcl’oi F',\g iza' 207t | ASTMD41 TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof LRFIA(BG) SBS-CAG | ops cag ;’;_PRL;MA
Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof
Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Tremco #14 HD N " . .
Min. 0.5-inch Fast ith Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
Min. 22 - 2>rinen . H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or ) AlphaGuard
a., Type DensDeck Prime or Tregico 3" Mgl 1 per (Optional) One or two UltraMax or Styrofoam Brand Roofmate, Highload 60 or LRFIA or BP-CA6 or (Optional) FCLO, MTS
sc-144. | 822 VP€ 1 cecyrock Insulation Plate or P P plies, SBS- v » 1 LRFIA(BG), 6- BP-CA6 or ' -90.0
B, Grade Gvosum-Fiber Roof Dekfast DF-#14- 1.3 ft2 ASTM D41 TA Plazamate inch o.c SBS-CA6 SBS-CAG or PUMA
40 steel BZZrd PH3 with Dekfast Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK - FA-RS
PLT-R-3 Gypsum Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof Board

POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Thermal Barrier Vapor Insulation Layer(s) Roof Cover (Note 15)
System Deck Fast: (Note 2, h Primer Barrier Attach MDP
astener (Note Attac
No. (Note 1) L poTem T Base Pl Pl LAR sf
vee Note 11) Note 17 (Note 15) ype Notes6.7.8) | B2%¢PY y s (osf)
Additional Insulation Layer(s): Min. 1-inch, 1.35 pcf,
unfaced Cellofoam EPS Roof Insulation or unfaced
Insulfoam EPS, Trisotech G, Trisotech CGF, EnergyGuard
. E Tremco #12 DP . . . . .
Min. 22 Min. 0.5-inch Fastener or Tremco One or two Polyiso Insulation, Trisotech, H-Shield, ISOGARD GL, Multi- AlphaGuard
. DensDeck Prime or plies, BP- Max FA3, ISOGARD CG, UltraMax or Styrofoam Brand (Optional) P
ga., type #14 HD Fastener 1 per f LRFIA or BP-CAS or FCLO, MTS
SC-145. B Grade SECUROCK with Tremco 3” 322 None CAS5, SBS- Roofmate, Highload 60 or Plazamate LRFIA(BG) SBS-CAS BP-CAS5 or or PUMA -45.0*%
46 steel Gypsum-Fiber Roof Metal Insulation : CAS5 or SBS- Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- SBS-CAS FA-RS
Board Plate TA inch DensDeck Prime, DEXcell FA Glass Mat Roof Board or
SECUROCK Gypsum-Fiber Roof Board or SECUROCK
Cement Roof Board or min. 7/16-inch DEXcell Cement Roof
Board
Additional Insulation Layer(s): Min. 1-inch, 1.35 pcf,
unfaced Cellofoam EPS Roof Insulation or unfaced
Tremco #12 DP Insulfoam EPS, Trisotech G, Trisotech CGF, EnergyGuard
Min. 22 Min. 0.5-inch Fastener or Tremco Tremco AVC Tremeco Polyiso Insulation, Trisotech, H-Shield, ISOGARD GL, Multi- (Optional) AlphaGuard
$C-146 ga., type SECUROCK #14 HD Fastener 1 per Membrane AVC Max FA3, ISOGARD CG, UltraMax or Styrofoam Brand LRFIA or BP-CAS or BP‘—)CAS or FCLO, MTS _45.0%
"| B, Grade Gypsum-Fiber Roof with Tremco 3” 3.2ft2 Primer Membrane Roofmate, Highload 60 or Plazamate LRFIA(BG) SBS-CAS SBS-CAS or PUMA :
40 steel Board Metal Insulation Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA FA-RS
Plate Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof
Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Additional Insulation Layer(s): Min. 1-inch, 1.35 pcf,
unfaced Cellofoam EPS Roof Insulation or unfaced
Tremco #12 DP Tremco AVC Insulfoam EPS, Trisotech G, Trisotech CGF, EnergyGuard
Min. 22 Min. 0.5-inch Fastener or Tremco Membrane Polyiso Insulation, Trisotech, H-Shield, ISOGARD GL, Multi- (Optional) AlphaGuard
$C-147 ga., type SECUROCK #14 HD Fastener 1 per Primer or Tremco Max FA3, ISOGARD CG, UltraMax or Styrofoam Brand LRFIA or BP-CA5 or BPF—)CAS or FCLO, MTS 45.0*
“=*"| B, Grade Gypsum-Fiber Roof with Tremco 3” 3.2 ft2 AVC AVC Max Roofmate, Highload 60 or Plazamate LRFIA(BG) SBS-CAS SBS-CAS or PUMA -
40 steel Board Metal Insulation Membrane Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA FA-RS
Plate Primer (WB) Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof
Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
. . : Insulation Layer(s): ional , min. 1-inch
Min. 22 Min. 0.5-inch Tremco #15 EHD nﬁu ation Ls ef s): (Optional) OT\e or more, min. L-inc . AlphaGuard
. Tremco AVC Tremco Trisotech G, Trisotech CGF or Trisotech (Optional)
ga., Type SECUROCK Fastener with 1 per . R . LRFIA or BP-CAS or FC LO, MTS
SC-148. . ” Membrane AVC Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- BP-CAS5 or -52.5
B, Grade Gypsum-Fiber Roof Tremco 3” Metal 2.0 ft2 X - : ! LRFIA(BG) SBS-CAS or PUMA
. Primer Membrane inch DensDeck Prime or SECUROCK Gypsum Fiber Roof SBS-CAS
40 steel Board Insulation Plate FA-RS
Board
Tremco AVC
. . . Insulation Layer(s): (Optional) O , min. 1-inch
Min. 22 Min. 0.5-inch Tremco #15 EHD Membrane 'I:?suo?et)hnGanil;;teﬁhpCIGOFnSr)Tri:Et(;::hmore min. L-inc (Optional) AlphaGuard
ga., Type SECUROCK Fastener with 1 per Primer or Tremco L R . LRFIA or BP-CAS or P FC LO, MTS
SC-149. . b, Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- BP-CAS or -52.5
B, Grade Gypsum-Fiber Roof | Tremco 3” Metal 2.0ft2 | AVC AVC Max — : ! LRFIA(BG) SBS-CAS5 or PUMA
. inch DensDeck Prime or SECUROCK Gypsum Fiber Roof SBS-CA5
40 steel Board Insulation Plate Membrane FA-RS
. Board
Primer (WB)
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NEmoO | etc.e
TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

Thermal Barrier Vapor Insulation Layer(s) Roof Cover (Note 15)
System Deck Fast (Note 2 h Primer Barrier Attach P
astener (Note Attac
No. (Note 1) L poTem T Base Pl Pl LAR sf
vee Note 11) Note 17 (Note 15) ype Notes6.7.8) | B2%¢PY y s (osf)
Min. 0.5-inch Tremco #14 HD Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 22 DEXcell FA Glass Fastener with One or two Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation, AlphaGuard
a T o Mat Roof Board, Tremco 3” Metal 1 per plies, BP- H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or LRFIA or BP-CAS or (Optional) FCpLO MTS
SC-150. i ér:ge DensDeck Prime or Insulation Plate or 1 ;ftl None CA5, SBS- UltraMax or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG) SBS-CAS BP-CAS or or PU?\/IA -60.0
46 steel SECUROCK Dekfast DF-#14- ’ CAS5 or SBS- Plazamate SBS-CAS FA-RS
Gypsum-Fiber Roof PH3 with Dekfast TA Coverboard: Min. 0.25-inch SECUROCK Gypsum-Fiber Roof
Board PLT-R-3 Board
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Tremco #14 HD Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
. Fastener with One or two H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or
Min. 22 Tremco 3” Metal lies, BP- UltraMax or Styrofoam Brand Roofmate, Highload 60 or (Optional) AlphaGuard
ga., Type | Min. 0.5-inch X 1 per phes, Al LRFIA or BP-CAS or P FCLO, MTS
SC-151. B Grade DensDeck Prime Insulation Plate or 20f2 None CA5, SBS- Plazamate LRFIA(BG) SBS-CAS BP-CAS5 or or PUMA -67.5
46 steel Dekfast DF-#14- : CAS5 or SBS- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof SBS-CA5 FA-RS
PH3 with Dekfast TA Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof
PLT-R-3 Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
. One or two H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or
Min. 22 . . R . . AlphaGuard
Min. 0.5-inch Dekfast DF-#14- plies, BP- UltraMax or Styrofoam Brand Roofmate, Highload 60 or (Optional)
ga., Type . 1 per LRFIA or BP-CAS or FC LO, MTS
SC-152. B Grade DEXcell FA Glass PH3 with Dekfast 20f2 None CA5, SBS- Plazamate LRFIA(BG) SBS-CAS BP-CAS or or PUMA -67.5
46 steel Mat Roof Board PLT-R-3 ’ CAS5 or SBS- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof SBS-CA5 FA-RS
TA Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof
Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
H-Shield, | ARD GL, Multi-Max FA3, | ARD
Min.22 | Min. 0.5-inch Tremco #14 HD One qiggwo Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or . AlphaGuard
K plies, BP- UltraMax or Styrofoam Brand Roofmate, Highload 60 or (Optional)
ga., Type SECUROCK Fastener with 1 per LRFIA or BP-CAS or FC LO, MTS
SC133-| g Grade | Gypsum-Fiber Roof | Tremco 3” Metal 20 | None I Plazamate LRFIA(BG) ses-cas | BPEASOT | pumA -67.5
2 otosd ch):r " o Plate : CA5orsBS- | Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof SBS-CAS | D)oo
TA Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof
Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 0.5-inch "I:'re;nco #ld.'t:D o " Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 22 D n- D. Il(n; X Tas enersxv:w tal lr.1e O:;PWO Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation, LREIA (Optional) AlphaGuard
ga., Type ensoeck Fimeor | 'O = g 1 per plies, BF- H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or o BP-CAS or prionall | e 1o, MTs
SC-154. SECUROCK Insulation Plate or None CAS5, SBS- . LRFIA(BG), 6- BP-CAS or -82.5
B, Grade . 1.3 ft2 UltraMax or Styrofoam Brand Roofmate, Highload 60 or X SBS-CA5 or PUMA
Gypsum-Fiber Roof Dekfast DF-#14- CAS or SBS- inch o.c. SBS-CAS
40 steel R Plazamate FA-RS
Board PH3 with Dekfast TA . . .
PLT-R-3 Coverboard: Min. 0.5-inch DensDeck, DensDeck Prime
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Thermal Barrier Vapor Insulation Layer(s) Roof Cover (Note 15)
System Deck Fast (Note 2 h Primer Barrier Attach P
astener (Note Attac
No. (Note 1) L poTem T Base Pl Pl LAR! (psf)
yee Note 11) (Note 17) (Note 15) ype PERE5E ase Ply y S
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Tremco #14 HD N " . .
Fast ith o " Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
Min. 22 Min. 0.5-inch Tf;;:j;)f’:wml pl?;"ép‘f"’ H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or LRFIA or (Optional) | AlPhaGuard
sc-155. | 8 Type SECUROCK Insulation Plate or 1 per None CAS, SBS- UltraMax or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), 6- BP-CAS or BP-CAS or FCLO, MTS 90.0
B, Grade Gypsum-Fiber Roof Dekfast DE-#14- 1.3ft2 CAS or SBS- Plazamate inch o.c SBS-CA5 SBS-CAS or PUMA
40 steel Board PH3 with Dekfast A Coverboard: Min. 0.5-inch SECUROCK Gypsum Fiber Roof h FA-RS
PLT-R-3 Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 22 Min. 0.5-inch Tremco #15 EHD Insulation Layer(s): One or more, min. 1-inch Trisotech G, LREIA or (Optional) AlphaGuard
ga., Type SECUROCK Fastener with 1 per Trisotech CGF, Trisotech BP-CAS or FC LO, MTS
- . . - LRFIA(BG), 6- BP-CA! - .
SC-156 B, Grade Gypsum-Fiber Roof Tremco 3” Metal 1.0 ft2 None SBS-CAS Coverboard: Min. 0.5-inch SECUROCK Gypsum Fiber Roof . (BG), 6 SBS-CAS5 5 or or PUMA 1125
. T inch o.c. SBS-CA5
80 steel Board Insulation Plate Board FA-RS
HOT-ASPHALT-APPLIED BASE PLY:
. . . Insulation Lay : i | , min. 1-inch
Min.22 | Min.0.5-inch Tremco #15 EHD nsulation Laver(s): (Optional) One or more, min. 1-inc . AlphaGuard
. Tremco AVC Tremco Trisotech G, Trisotech CGF or Trisotech (Optional)
ga., Type SECUROCK Fastener with 1 per . R . LRFIA or BP-AA or FC LO, MTS
SC-157. X ” Membrane AVC Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- BP-AA or -52.5
B, Grade Gypsum-Fiber Roof Tremco 3” Metal 2.0 ft2 X - : ! LRFIA(BG) SBS-AA or PUMA
. Primer Membrane inch DensDeck Prime or SECUROCK Gypsum Fiber Roof SBS-AA
40 steel Board Insulation Plate FA-RS
Board
Tremco AVC
Min. 22 Min. 0.5-inch Tremco #15 EHD Membrane In§ulat|on La e.r s): (Optional) Ohe or more, min. 1-inch . AlphaGuard
R . Trisotech G, Trisotech CGF or Trisotech (Optional)
ga., Type SECUROCK Fastener with 1 per Primer or Tremco . . . LRFIA or BP-AA or FCLO, MTS
SC-158. X ” Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- BP-AA or -52.5
B, Grade Gypsum-Fiber Roof Tremco 3” Metal 2.0 ft? AVC AVC Max T X ! LRFIA(BG) SBS-AA or PUMA
. inch DensDeck Prime or SECUROCK Gypsum Fiber Roof SBS-AA
40 steel Board Insulation Plate Membrane FA-RS
. Board
Primer (WB)
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Tremco #14 HD Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
. Fastener with H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or
Min. 22 Tremco 3” Metal One or two UltraMax or Styrofoam Brand Roofmate, Highload 60 or (Optional) AlphaGuard
ga., Type Min. 0.5-inch X 1 per (Optional) R ¥ »1ig LRFIA or BP-AA or P FC LO, MTS
SC-159-| 5 Grade | DensDeck Prime Insulation Plate or |, e | AcTv pa1 Qlcagps- | Plazamate LRFIA(BG) SBS-AA BP-AAor 1 pumaA -67.5
46 steel Dekfast DF-#14- : TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof SBS-AA FA-RS
PH3 with Dekfast Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof
PLT-R-3 Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
. H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or
Min. 22 Min. 0.5-inch Dekfast DF-#14- One or two UltraMax or Styrofoam Brand Roofmate, Highload 60 or (Optional) AlphaGuard
ga., Type - i 1per | (Optional) " y » g LRFIA or BP-AA oF P FCLO, MTS
SC-160. B Grade DEXcell FA Glass PH3 with Dekfast 202 ASTM D41 plies, SBS- Plazamate LRFIA(BG) SBS-AA BP-AA or or PUMA -67.5
46 steel Mat Roof Board PLT-R-3 : TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof SBS-AA FA-RS
Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof
Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
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NEmoO | etc.e
TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

Thermal Barrier Vapor Insulation Layer(s) Roof Cover (Note 15)
sy:ltem Deck Fastener (Note 2, Attach Primer Barrier Attach MDfP
o. (Note 1) Type Note 11) e 17 (Note 15) Type MUy Base Ply Ply LARS (psf)
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
Min. 22 Min. 0.5-inch Tremco #14 HD One or two Eltsrgll?/:g; IerS(iC:)?o(:I;\ '\;lizlzd’\gz);:nﬁilttleslo-lfgi'rozgcé(;)ror (Optional) AlphaGuard
SC-161. ga., Type SECUROCI? Fastener Xvith 1 per2 (Optional) plies, SBS- Plazamate 4 LRFIA or BP-AA or BP-AA or FC LO, MTS 675
betr::f Szgfsm'ﬁber Roof ITI:::?:S; o etf:' 2076 | ASTMIDAL ) 3y Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof LRFIA(BG) AR spsan | 21TMA
Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof
Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
:;:tn:r:;f\i:t:[) Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
Min. 22 Min. 0.5-inch Tremco 3” Metal One or two H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or LRFIA or (Optional) AlphaGuard
ga., Type SECUROCK X 1 per (Optional) R UltraMax or Styrofoam Brand Roofmate, Highload 60 or BP-AA or FC LO, MTS
SC-162. . Insulation Plate or plies, SBS- LRFIA(BG), 6- BP-AA or -90.0
B, Grade Gypsum-Fiber Roof Dekfast DF-#14- 1.3 ft2 ASTM D41 A Plazamate inch o.c SBS-AA SBS-AA or PUMA
40 steel Board PH3 with Dekfast Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK - FA-RS
PLT-R-3 Gypsum Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 22 Min. 0.5-inch Tremco #15 EHD Insulation Layer(s): (Optional) One or more, min. 1-inch AlphaGuard
K Tremco AVC Tremco N - . .
sc-163. ga., Type SECUROCK Fastener with 1 per Membrane AVC Trisotech G, Trisotech CGF or Trisotech LRFIA or SBS-AA (Optional) FCLO, MTS 525
B, Grade Gypsum-Fiber Roof Tremco 3” Metal 2.0 ft2 Primer Membrane Coverboard: Min. 0.5-inch DensDeck Prime or SECUROCK LRFIA(BG) SBS-TA or PUMA
40 steel Board Insulation Plate Gypsum Fiber Roof Board FA-RS
Tremco AVC
Min. 22 Min. 0.5-inch Tremco #15 EHD Membrane Insulation Layer(s): (Optional) One or more, min. 1-inch AlphaGuard
sc-164 ga., Type SECUROCK Fastener with 1 per Primer or Tremco Trisotech G, Trisotech CGF or Trisotech LRFIA or SBS-AA (Optional) FCLO, MTS 525
"| B, Grade Gypsum-Fiber Roof Tremco 3” Metal 2.0 ft2 AVC AVC Max Coverboard: Min. 0.5-inch DensDeck Prime or SECUROCK LRFIA(BG) SBS-TA or PUMA )
40 steel Board Insulation Plate Membrane Gypsum Fiber Roof Board FA-RS
Primer (WB)
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Tremco #14 HD Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
Min. 22 Fastener Xvith H-Shield, ISOGARD GL, Multi-Max FA3, ISO§ARD CGor AlphaGuard
ga., Type Min. 0.5-inch Tremcg 3” Metal 1 per (Optional) Or.1e or two UltraMax or Styrofoam Brand Roofmate, Highload 60 or LRFIA or (Optional) FCLO, MTS
SC165-1 g, Grade | DensDeck Prime nsulation Plate or |, 2 | AgTM Da1 plies, $BS- | Plazamate LRFIA(BG) SBSAR | spsTa or PUMA 67>
46 steel Dekfast DF-#14- TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof FA-RS
PH3 with Dekfast Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof
PLT-R-3 Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
. H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or
Min. 22 Min. 0.5-inch Dekfast DF-#14- 1 Obtional One or two UltraMax or Styrofoam Brand Roofmate, Highload 60 or LREIA Obtional AlchthuarSd
SC-166. ga'éw;’e DEXcell FA Glass PH3 with Dekfast ot L S’;t,\'/l"m plies, SBS- | Plazamate Lg; e SBS-AA (SBZ“T‘X‘E )| F puiw“:T 67.5
46 S;:ele Mat Roof Board PLT-R-3 ’ TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof (86) ) ;J;-RS
Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof
Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Thermal Barrier Vapor Insulation Layer(s) Roof Cover (Note 15)
System Deck Fast (Note 2 h Primer Barrier Attach P
astener (Note Attac
No. (Note 1) L poTem T Base Pl Pl LAR! sf
vee Note 11) Note 17 (Note 15) ype Notes6.7.8) | B2%¢PY y s (osf)
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG
Min. 22 Min. 0.5-inch Tremco #14 HD ¢ uit-ax - . AlphaGuard
X . One or two UltraMax or Styrofoam Brand Roofmate, Highload 60 or .
sc167 ga., Type SECUROCK Fastener with 1 per (Optional) lies. SBS- Plazamate LRFIA or SBS-AA (Optional) FC LO, MTS 675
"| B, Grade Gypsum-Fiber Roof | Tremco 3” Metal 2.0ft? ASTM D41 phes, . . LRFIA(BG) SBS-TA or PUMA :
40 steel Board Insulation Plate TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof FA-RS
Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof
Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Tremco #14 HD Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Fa:te(r:izr with Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
Min. 22 Min. 0.5-inch T 37 Metal o t H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or LRFIA AlphaGuard
sc.168 ga., Type SECUROCK I;:Tacgon Plaieaor 1 per (Optional) l?:sogB‘;v_o UltraMax or Styrofoam Brand Roofmate, Highload 60 or LRFIA(ng) 6 SBS-AA (Optional) FC LO, MTS 90.0
“*P%"| B, Grade Gypsum-Fiber Roof Del'jfast DF-#14- 1.3ft2 | ASTM D41 $A ’ Plazamate inch o.c ’ : SBS-TA or PUMA e
40 steel Board PH3 with Dekfast Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK - FA-RS
PLT-R-3 Gypsum Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof Board
SEBS-APPLIED BASE PLY:
. . . Insulation Layer(s): (Optional) One or more, min. 1-inch .
Min. 22 Min. 0.5-inch Tremco #15 EHD Tremco AVC Tremco Trisotech G, Trisotech CGF or Trisotech BP-SEBS (Optional) | AlphaGuard
ga., Type SECUROCK Fastener with 1 per 4 . . LRFIA or BP-SEBS FCLO, MTS
SC-169. . ” Membrane AVC Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- or SBS- -52.5
B, Grade Gypsum-Fiber Roof Tremco 3” Metal 2.0 ft? Primer Membrane inch DensDeck Prime or SECUROCK Gypsum Fiber Roof LRFIA(BG) SEBS or SBS- or PUMA
40 steel Board Insulation Plate c ¢ ypsu € SEBS FA-RS
Board
Tremco AVC
. . . i y H i ) in. 1-i .
Min. 22 Min. 0.5-inch Tremco #15 EHD Membrane ;:?:;:?hnéa.r:z;eigpctéo}:nslr).r?i:z;rchmore min. 1-inch BP_SEBS (Optional) AlphaGuard
ga., Type SECUROCK Fastener with 1 per Primer or Tremco L . . LRFIA or BP-SEBS FCLO, MTS
SC-170. X ” Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- or SBS- -52.5
B, Grade Gypsum-Fiber Roof Tremco 3” Metal 2.0 ft? AVC AVC Max — h DensDeck Pri SECUROCK G Fiber Roof LRFIA(BG) SEBS or SBS- or PUMA
40 steel Board Insulation Plate Membrane inch Densbeck Frime or ypsum Fiber Roo SEBS FA-RS
. Board
Primer (WB)
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Tremco #14 HD Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
Fastener with H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or .
Min. 22 ” . (Optional) AlphaGuard
ga., Type Min. 0.5-inch Tremcg 3” Metal 1 per (Optional) Ohe or two UltraMax or Styrofoam Brand Roofmate, Highload 60 or LRFIA or BP-SEBS BP-SEBS FCLO, MTS
SC71-| g Grade | DensDeck Prime Insulation Plate or | ) (e, | Arv pat plies, SBS- | Plazamate LRFIA(BG) or SBS- or SBS- or PUMA -67.5
46 steel Dekfast DF-#14- : TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof SEBS SEBS FA-RS
PH3 with Dekfast Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof
PLT-R-3 Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Thermal Barrier Vapor Insulation Layer(s) Roof Cover (Note 15)
sy:ltem Deck Fastener (Note 2, Attach Primer Barrier Attach MDfP
o. (Note 1) Type Note 11) e 17 (Note 15) Type MUy Base Ply Ply LARS (psf)
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
. H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or .
Min. 22 Min. 0.5-inch Dekfast DF-#14- . One or two UltraMax or Styrofoam Brand Roofmate, Highload 60 or BP-SEBS (Optional) AlphaGuard
ga., Type R 1 per (Optional) R LRFIA or BP-SEBS FC LO, MTS
SC-172. B, Grade DEXcell FA Glass PH3 with Dekfast 20f2 ASTM D41 plies, SBS- Plazamate LRFIA(BG) or SBS- or SBS- or PUMA -67.5
40 steel Mat Roof Board PLT-R-3 TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof SEBS SEBS FA-RS
Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof
Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
Min.22 | Min.0.5-inch Tremco #14 HD H-Shield, ISOGARQEAMuIt Mg FAS, ISOGARD CG or (Optional) | AlphaGuard
X . One or two UltraMax or Styrofoam Brand Roofmate, Highload 60 or BP-SEBS
SC-173. ga., Type SECUROCK Fastener with 1 per (Optional) plies, SBS- Plazamate LRFIA or or SBS- BP-SEBS FCLO, MTS 675
B, Grade Gypsum-Fiber Roof Tremco 3” Metal 2.0 ft2 ASTM D41 ’ . . LRFIA(BG) or SBS- or PUMA
40 steel Board Insulation Plate TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof SEBS SEBS FA-RS
Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof
Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Tremco #14 HD In§u|ation Layer(s' : One or more, min. 1—inc.h Trisotech G,
Fastener with Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
Min. 22 Min. 0.5-inch Tremco 3" Metal o o H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or LRFIA or BP_SEBS (Optional) | AlphaGuard
ga., Type SECUROCK X 1 per (Optional) . UltraMax or Styrofoam Brand Roofmate, Highload 60 or BP-SEBS FC LO, MTS
SC-174. . Insulation Plate or plies, SBS- LRFIA(BG), 6- or SBS- -90.0
B, Grade Gypsum-Fiber Roof Dekfast DF-#14- 1.3ft2 ASTM D41 TA Plazamate inch o.c SEBS or SBS- or PUMA
40 steel Board PH3 with Dekfast Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK - SEBS FA-RS
PLT-R-3 Gypsum Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof Board
TORCH-APPLIED BASE PLY:
Min. 22 Min. 0.5-inch Tremco #15 EHD Insulation Layer(s): (Optional) One or more, min. 1-inch AlphaGuard
. Tremco AVC Tremco N " . .
$C.175. ga., Type SECUROCK Fastener with 1 per Membrane AVC Trisotech G, Trisotech CGF or Trisotech LRFIA or SBS-TA (Optional) FCLO, MTS 525
B, Grade Gypsum-Fiber Roof Tremco 3” Metal 2.0 ft2 Primer Membrane Coverboard: Min. 0.5-inch DensDeck Prime or SECUROCK LRFIA(BG) SBS-TA or PUMA
40 steel Board Insulation Plate Gypsum Fiber Roof Board FA-RS
Tremco AVC
Min. 22 Min. 0.5-inch Tremco #15 EHD Membrane Insulation Layer(s): (Optional) One or more, min. 1-inch AlphaGuard
sC-176. ga., Type SECUROCK Fastener with 1 per Primer or Tremco Trisotech G, Trisotech CGF or Trisotech LRFIA or SBS-TA (Optional) FCLO, MTS 525
B, Grade Gypsum-Fiber Roof Tremco 3” Metal 2.0 ft? AVC AVC Max Coverboard: Min. 0.5-inch DensDeck Prime or SECUROCK LRFIA(BG) SBS-TA or PUMA
40 steel Board Insulation Plate Membrane Gypsum Fiber Roof Board FA-RS
Primer (WB)
Min. 0.5-inch Tremco #14 HD Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 22 DEXcell FA Glass Fastener with Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation, AlphaGuard
ga., Type Mat Roof Board, Tremco 3” Metal 1 per (Optional) One or two H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or LREIA or (Optional) ECLO. MTS
SC-177. ” DensDeck Prime or Insulation Plate or plies, SBS- UltraMax or Styrofoam Brand Roofmate, Highload 60 or SBS-TA ’ -60.0
B, Grade 1.8 ft? ASTM D41 LRFIA(BG) SBS-TA or PUMA
40 steel SECUROCK Dekfast DF-#14- TA Plazamate FA-RS
Gypsum-Fiber Roof PH3 with Dekfast Coverboard: Min. 0.25-inch SECUROCK Gypsum-Fiber Roof
Board PLT-R-3 Board
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Thermal Barrier Vapor Insulation Layer(s) Roof Cover (Note 15)
sy:ltem Deck Fastener (Note 2, Attach Primer Barrier Attach MDfP
o. (Note 1) Type Note 11) e 17 (Note 15) Type MUy Base Ply Ply LARS (psf)
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Tremco #14 HD Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
. Fastener with H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or
Min. 22 Tremco 3” Metal One or two UltraMax or Styrofoam Brand Roofmate, Highload 60 or AlphaGuard
ga., Type Min. 0.5-inch X 1 per (Optional) R L LRFIA or (Optional) FC LO, MTS
SC178| 5 Grade | DensDeck Prime Insulation Plate or | ) ¢, | ATv pat plies, SBS- | Plazamate LRFIA(BG) SBS-TA SBS-TA or PUMA -67.5
40 steel Dekfas‘t DF-#14- TA Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA FA-RS
PH3 with Dekfast Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof
PLT-R-3 Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
. H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or Ioh d
gﬁam‘T\Z/;ZJe Min. 0.5-inch Dekfast DF-#14- 1 per (Optional) One or two UltraMax or Styrofoam Brand Roofmate, Highload 60 or LREIA or (Optional) ?CpLgGh:aT;
SC-179. B .(,irade DEXcell FA Glass PH3 with Dekfast 20f02 ASTM Da1 plies, SBS- Plazamate LRFIA(BG) SBS-TA SBS-TA or PU}\/IA -67.5
46 steel Mat Roof Board PLT-R-3 TA Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA FA-RS
Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof
Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
Min.22 | Min.0.5-inch Tremco #14 HD HiShield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or AlphaGuard
X . One or two UltraMax or Styrofoam Brand Roofmate, Highload 60 or .
SC-180. ga., Type SECUROCK Fastener with 1 per (Optional) plies, SBS- Plazamate LRFIA or SBS-TA (Optional) FCLO, MTS 675
B, Grade Gypsum-Fiber Roof Tremco 3” Metal 2.0 ft? ASTM D41 ! . . . LRFIA(BG) SBS-TA or PUMA
40 steel Board Insulation Plate TA Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA FA-RS
Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof
Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
::tne“r::;f\i/‘ilt:D Trisotech CGF, Trisotech, EnergyGuard Polyiso Insulation,
Min. 22 Min. 0.5-inch Tremco 3” Metal One or two H-Shield, ISOGARD GL, Multi-Max FA3, ISOGARD CG or LRFIA or AlphaGuard
SC.181, ga., Type SECUROCK Insulation Plate or 1 per (Optional) plies, SBS- UltraMax or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), 6- SBS-TA (Optional) FCLO, MTS -90.0
B, Grade Gypsum-Fiber Roof Dekfast DF-#14- 1.3ft2 ASTM D41 TA ’ Plazamate inch o.c ’ SBS-TA or PUMA
40 steel Board PH3 with Dekfast Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK o FA-RS
PLT-R-3 Gypsum Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof Board
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NEmoO | etc.e
TABLE 2€: STEEL oR CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF) orR RECOVER

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Roof Cover (Note 15)
System Deck Base Insulation P B S MDP
asten ttac
No. Note 1 Note 3, Note 13 sf
(Note 1) (Note 3, Note 13) Type A —— Noto 17 Base Ply Ply LARS (psf)
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 22 ga., type B, Grade One or more, any . r Note 2 or ) (Optional) AlphaGuard FC
SC-182. | 40 steel or min. 2,500 psi | combination, min. 1.5-inch :;/::;;).25 inch DensDeck | )\ fat DF-#12-PH3 (steel only) or DF-#14-PH3 1 per 4.0 ft2 SBPS(-:(/Z-\AGGN BP-CA6or | LO, MTS or -30.0*
structural concrete total thickness, loose laid with Dekfast PLT-R-3 SBS-CA6 PUMA FA-RS
. Dekfast DF-#12-PH3 (steel only) or DF-#14-PH3 .
Min. 22 ga., type B, Grade | One or more, any Min. 0.25-inch SECUROCK | with Dekfast PLT-R-3, Tremco #1211 Fastener BP-CAG or | (OPtional) | AlphaGuard FC
SC-183. | 40 steel or min. 2,500 psi combination, min. 1.5-inch . . 1 per 4.0 ft2 BP-CA6 or LO, MTS or -30.0*
. . Gypsum-Fiber Roof Board | (steel only) or Tremco #1410 Fastener with SBS-CA6
structural concrete total thickness, loose laid ! . SBS-CA6 PUMA FA-RS
Tremco Disc 3 in. Steel Stress Plate
Min. 22 ga., type B, Grade One or more, any Min. 0.5-inch DensDeck BP-CAG or (Optional) AlphaGuard FC
SC-184. 33 steel or min. 2,500 psi combination, min. 1.5-inch Prime or SECUROCK Note 2 1 per 1.6 ft2 SBS-CAG BP-CA6 or LO, MTS or -60.0
structural concrete total thickness, loose laid Gypsum-Fiber Roof Board SBS-CA6 PUMA FA-RS
. . 12-inch o.c. .
Min. 22 ga., type B, Grade One o.r m9re, arTy . Min. 1-inch Roxul . Tremco #15 EHD Fastener with Trufast Coiled through bars BP-CA6 or (Optional) AlphaGuard FC
SC-185. 40 steel combination, min. 1.5-inch MonoBoard Plus or Min. Batten Bar-Deep Well (BB-20R-3-DW) spaced 18-inch | SBS-CA6 BP-CA6 or LO, MTS or -67.5
total thickness, loose laid 2-inch TopRock DD Plus P P oc SBS-CA6 PUMA FA-RS
Dekfast DF-#15-PH3 with Dekfast PLT-R-3, .
Min. 22 ga., type B, Grade One o.r m9re, arTy . Min. 0.125-inch Tremco #1510 XHD Fastener with Tremco Disc BP-CA6 or (Optional) AlphaGuard FC
SC-186. combination, min. 1.5-inch . . 1 per 2.0 ft2 BP-CAG6 or LO, MTS or -67.5
80 steel . . TremBoard AC Ribbed 3 in. Steel Stress Plate or Tremco #15 SBS-CA6
total thickness, loose laid . ” . SBS-CA6 PUMA FA-RS
EHD with Tremco 3” Metal Insulation Plate
. One or more, any . . Tremco #1510 XHD Fastener with Tremco Disc (Optional) AlphaGuard FC
SC-187. g/lolr;t:; ga. type B, Grade combination, min. 1.5-inch 2/:::1:5 incpensDigk Ribbed 3 in. Steel Stress Plate or Tremco #15 1 per 2.0 ft2 2;5??:60" BP-CA6 or LO, MTS or -75.0
total thickness, loose laid EHD with Tremco 3” Metal Insulation Plate SBS-CA6 PUMA FA-RS
. One or more, any ) ) . ” (Optional) AlphaGuard FC
SC-188. g’g:t:‘; g2, typeB,Grade | 1 ination, min. 1.5-inch gln.sS}:-IF?E:rS:sngBOo Ca'i Y H:LT:;’OT;EQD with Tremco 3" Metal 1 per 2.0 ft2 Egs(-:é/?sor BP-CAGor | LO, MTSor -75.0
total thickness, loose laid R SBS-CA6 PUMA FA-RS
Min. 22 ga., type B, Grade One or more, any Min. 0.5-inch DensDeck . ” (Optional) AlphaGuard FC
SC-189. | 33 steelormin. 2,500 psi | combination, min. 1.5-inch | Prime or SECUROCK H:J‘:tci’ofs;tz Fastener with Tremco 3" Metal 1 per1.3ft2 Egs(-:é/?sor BP-CA6or | LO, MTS or 97.5
structural concrete total thickness, loose laid Gypsum-Fiber Roof Board SBS-CA6 PUMA FA-RS
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 22 ga., type B, Grade One or more, any . . Note 2 or (Optional) AlphaGuard FC
. 0.25- DensD BP-
SC190. | 40steelor min.2,500psi | combination, min. 15-inch | phr 023NN DDA byt e 15 pi3 (steel only) or DF#14-PHE | 1peranfir | A | Bpcasor | L0, MTSor -30.0%
structural concrete total thickness, loose laid with Dekfast PLT-R-3 SBS-CA5 PUMA FA-RS
. Dekfast DF-#12-PH3 (steel only) or DF-#14-PH3 .
.22 ga. B . . .
Min. 22 ga., type B, Grade | One or more, any Min. 0.25-inch SECUROCK | with Dekfast PLT-R-3, Tremco #1211 Fastener Bp-CAS or | (OPtional) | AlphaGuard FC
SC-191. | 40 steel or min. 2,500 psi combination, min. 1.5-inch . . 1 per 4.0 ft2 BP-CAS or LO, MTS or -30.0*
) A Gypsum-Fiber Roof Board | (steel only) or Tremco #1410 Fastener with SBS-CA5S
structural concrete total thickness, loose laid ! X SBS-CAS5 PUMA FA-RS
Tremco Disc 3 in. Steel Stress Plate
in. 22 ga., type B, Grade ne or more, any in. 0.5-inch DensDec ptiona phaGuar
Min. 22 B, Grad 0 Min. 0.5-inch DensDeck B8P-CAS or (Optional) AlphaGuard FC
SC-192. 33 steel or min. 2,500 psi combination, min. 1.5-inch Prime or SECUROCK Note 2 1 per 1.6 ft2 SBS-CAS BP-CA5S or LO, MTS or -60.0
structural concrete total thickness, loose laid Gypsum-Fiber Roof Board SBS-CAS PUMA FA-RS
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NEmoO | etc.e
TABLE 2€: STEEL oR CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF) orR RECOVER

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Roof Cover (Note 15)
System Deck Base Insulation B S MDP
asten ttac
No. (Note 1) Note 3, Note 13 Type Base Pl Pl LARS (psf)
( ) P (Note 2, Note 11) (Note 17) v Y
One or more. an Min. 0.125-inch Dekfast DF-#15-PH3 with Dekfast PLT-R-3, (Optional) AlohaGuard FC
Min. 22 ga., type B, Grade N -y . TremBoard AC or Tremco #1510 XHD Fastener with Tremco Disc BP-CAS or P P
SC-193. combination, min. 1.5-inch . . X 1 per 2.0 ft2 BP-CAS or LO, MTS or -67.5
80 steel . . STURDY-DEK Asphaltic Ribbed 3 in. Steel Stress Plate, Tremco #15 EHD SBS-CA5
total thickness, loose laid . W K SBS-CAS PUMA FA-RS
Coverboard with Tremco 3” Metal Insulation Plate
. One or more, any ) . Tremco #1510 XHD Fastener with Tremco Disc (Optional) AlphaGuard FC
SC-194. g’lolr;tezezl ga. type B, Grade combination, min. 1.5-inch m:;:.S—lnch DensDeck Ribbed 3 in. Steel Stress Plate or Tremco #15 1 per 2.0 ft2 Sggcéisor BP-CAS or LO, MTS or -75.0
total thickness, loose laid EHD with Tremco 3” Metal Insulation Plate SBS-CAS PUMA FA-RS
. One or more, any ) ) ) W (Optional) AlphaGuard FC
SC-195. i':’(')";'t ezezl ga type B, Grade | (1 bination, min. 1.5-inch g'"'sg'ri 'F';E:f:g:f'g;f 4 ITJZT:SOT;;ZD T g 1 per 2.0 ft? Sg SC?ASSOF BP-CASor | LO, MTS or 75.0
total thickness, loose laid P SBS-CAS PUMA FA-RS
Min. 22 ga., type B, Grade One or more, any . . X ” (Optional) AlphaGuard FC
SC-196. | 33 steel or min. 2,500 psi | combination, min. 1.5-inch 2’::2;3'5 inch Dens Deck Tr::::tci)o?;:tz Fagger g TremggaiMetal 1 per 1.3 ft2 Egs%f;' BP-CASor | LO, MTS or 825
structural concrete total thickness, loose laid SBS-CA5 PUMA FA-RS
One or more, an Dekfast DF-#15-PH3 with Dekfast PLT-R-3, AlphaGuard FC
SC-197 Min. 22 ga., type B, Grade combination’ miz 1.5-inch Min. 0.5-inch SECUROCK Tremco #1510 XHD Fastener with Tremco Disc 1 per 1.0 f2 BP-CAS or BP-CA5 or LOp MTS or 165.0
* | 80 steel . ! e Gypsum-Fiber Roof Board | Ribbed 3 in. Steel Stress Plate, Tremco #15 EHD per L. SBS-CA5 SBS-CA5 ! ’
total thickness, loose laid . h y PUMA FA-RS
with Tremco 3” Metal Insulation Plate
HOT-ASPHALT-APPLIED BASE PLY:
Min. 22 ga., type B, Grade One or more, any ) . Note 2 or (Optional) AlphaGuard FC
SC-198. | 40 steel or min. 2,500 psi | combination, min. 1.5-inch m:aeo.zs inch DensDeck | 1) | ¢ast DF-#12-PH3 (steel only) or DF-#14-PH3 1 per 4.0 ft2 ESSA:AW BP-AAor | LO, MTSor -30.0*
structural concrete total thickness, loose laid with Dekfast PLT-R-3 SBS-AA PUMA FA-RS
. Dekfast DF-#12-PH3 (steel only) or DF-#14-PH3 .
Min. 22 ga., type B, Grade | One or more, any Min. 0.25-inch SECUROCK | with Dekfast PLT-R-3, Tremco #1211 Fastener Bp-aaor | (Optional) | AlphaGuard FC
SC-199. | 40 steel or min. 2,500 psi combination, min. 1.5-inch . X 1 per 4.0 ft2 BP-AA or LO, MTS or -30.0*
. . Gypsum-Fiber Roof Board | (steel only) or Tremco #1410 Fastener with SBS-AA
structural concrete total thickness, loose laid . . SBS-AA PUMA FA-RS
Tremco Disc 3 in. Steel Stress Plate
Tremco #1211 Fastener (steel only) or Tremco
Min. 22 ga., type B, Grade One or more, any ) . #1410 Fastener with Tremco Disc 3 in. Steel (Optional) AlphaGuard FC
K ) . . / Min. 0.125-inch BP-AA or
SC-200. | 40 steel or min. 2,500 psi combination, min. 1.5-inch TremBoard AC Stress Plate or Tremco #12 DP (steel only) or 1 per 4.0 ft2 SBS-AA BP-AA or LO, MTS or -30.0*
structural concrete total thickness, loose laid Tremco #14 HD with Tremco 3” Metal SBS-AA PUMA FA-RS
Insulation Plate
Min. 22 ga., type B, Grade One or more, any Min. 0.5-inch DensDeck BP-AA o (Optional) AlphaGuard FC
SC-201. | 33 steel or min. 2,500 psi combination, min. 1.5-inch Prime or SECUROCK Note 2 1 per 1.6 ft2 SBS-AA BP-AA or LO, MTS or -60.0
structural concrete total thickness, loose laid Gypsum-Fiber Roof Board SBS-AA PUMA FA-RS
Dekfast DF-#15-PH3 with Dekfast PLT-R-3, .
Min. 22 ga., type B, Grade o o.r mpre, arTy . Min. 0.125-inch Tremco #1510 XHD Fastener with Tremco Disc BP-AA or (Optional) AlphaGuard FC
SC-202. combination, min. 1.5-inch K X 1 per 2.0 ft2 BP-AA or LO, MTS or -67.5
80 steel . . TremBoard AC Ribbed 3 in. Steel Stress Plate or Tremco #15 SBS-AA
total thickness, loose laid . ” . SBS-AA PUMA FA-RS
EHD with Tremco 3” Metal Insulation Plate
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NEmoO | etc.e
TABLE 2€: STEEL oR CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF) orR RECOVER

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Roof Cover (Note 15)
System Deck Base Insulation B S mbDP
asten ttac
No. (Note 1) Note 3, Note 13 Type Base PI Pl LARS (psf)
( ) P (Note 2, Note 11) (Note 17) v Y
. One or more, any . . Tremco #1510 XHD Fastener with Tremco Disc (Optional) AlphaGuard FC
SC-203. g/lo";tj; ga., type B, Grade combination, min. 1.5-inch IF\’/::nmeOS inch DensDeck Ribbed 3 in. Steel Stress Plate or Tremco #15 1 per 2.0 ft2 SgséﬁAor BP-AA or LO, MTS or -75.0
total thickness, loose laid EHD with Tremco 3” Metal Insulation Plate SBS-AA PUMA FA-RS
. One or more, any . . . ” (Optional) AlphaGuard FC
SC-204. g/(')";'t ezezl ga. typeB,Grade |\ ination, min. 1.5-inch Z""'sg'r: :E:f:g:f& (;'i 4 ITr::lT:t‘i’oilglaEt'lD with Tremco 3” (ggtal 1 per 2.0 f2 SBP SA:Aor BP-AAor | LO, MTS or -75.0
total thickness, loose laid vp SBS-AA PUMA FA-RS
Min. 22 ga., type B, Grade One or more, any . . . ” (Optional) AlphaGuard FC
SC-205. | 33 steel or min. 2,500 psi | combination, min. 1.5-inch 2’::2;3'5 inch DensDeck H:::tci’o‘:fsl;z Fastener @ Tremco 3" Mgl 1 per 1.3 ft2 Egsl_\::r BP-AAor | LO, MTSor 11255
structural concrete total thickness, loose laid SBS-AA PUMA FA-RS
Min. 22 ga., type B Grad.e One or more, any ) Min. 0.5-inch DensDeck Tremco #14 HD Fastener with Tremco 3” Metal BP-AA or BP-AA or AlphaGuard FC
SC-206. | 33 steel or min. 2,500 psi combination, min. 1.5-inch Prime Insulation Plate 1 per 1.0 ft2 SBS-AA SBS-AA LO, MTS or -157.5
structural concrete total thickness, loose laid PUMA FA-RS
Min. 22 ga., type B, Grade | One or more, any Min. 0.5-inch SECUROCK | Tremco #14 HD Fastener with Tremco 3” Metal BP-AAor | BP-aaor | AlPhaGuardFC
SC-207. 33 steel or min. 2,500 psi combination, min. 1.5-inch Gvpsum-Fiber Roof Board | Insulation Plate 1 per 1.3 ft2 SBS-AA SBS-AA LO, MTS or -157.5
structural concrete total thickness, loose laid yp PUMA FA-RS
Min. 22 ga., “/pe B Grad.e One or more, arny . Min. 0.5-inch SECUROCK Tremco #14 HD Fastener with Tremco 3” Metal BP-AA or BP-AA or AlphaGuard FC
SC-208. | 33 steel or min. 2,500 psi combination, min. 1.5-inch Gybsum-Fiber Roof Board | Insulation Plate 1 per 1.0 ft2 SBS-AA SBS-AA LO, MTS or -172.5
structural concrete total thickness, loose laid vp PUMA FA-RS
Min. 22 ga., type B, Grade One or more, any ) . Note 2 or . AlphaGuard FC
SC-209. | 40 steel or min. 2,500 psi | combination, min. 1.5-inch m:aeo.zs inch DensDeck | 1) | ¢ast DF-#12-PH3 (steel only) or DF-#14-PH3 lperd.0ftz | SBS-AA (Scégt'T‘;”a” LO, MTS or -30.0*
structural concrete total thickness, loose laid with Dekfast PLT-R-3 PUMA FA-RS
. Dekfast DF-#12-PH3 (steel only) or DF-#14-PH3
Min. 22 ga., type B, Grade One or more, any ) . X . AlphaGuard FC
$C-210. | 40 steel or min. 2,500 psi | combination, min. 1.5-inch | in- 0-25-inch SECUROCK | with Dekfast PLT-R-3, Tremco #1211 Fastener 1perd0ft2 | SBS-AA (Optional) | 5"y irg o -30.0*
. . Gypsum-Fiber Roof Board | (steel only) or Tremco #1410 Fastener with SBS-TA
structural concrete total thickness, loose laid . . PUMA FA-RS
Tremco Disc 3 in. Steel Stress Plate
Tremco #1211 Fastener (steel only) or Tremco
Min. 22 ga., type B, Grade One or more, any ) . #1410 Fastener with Tremco Disc 3 in. Steel . AlphaGuard FC
K ) . . / Min. 0.125-inch (Optional)
SC-211. | 40 steel or min. 2,500 psi combination, min. 1.5-inch TremBoard AC Stress Plate or Tremco #12 DP (steel only) or 1 per 4.0 ft2 SBS-AA SBS-TA LO, MTS or -30.0*
structural concrete total thickness, loose laid Tremco #14 HD with Tremco 3” Metal PUMA FA-RS
Insulation Plate
Min. 22 ga., type B, Grade One or more, any Min. 0.5-inch DensDeck (Optional) AlphaGuard FC
SC-212. | 33 steel or min. 2,500 psi combination, min. 1.5-inch Prime or SECUROCK Note 2 1 per 1.6 ft2 SBS-AA SBFS) TA LO, MTS or -60.0
structural concrete total thickness, loose laid Gypsum-Fiber Roof Board PUMA FA-RS
e e, any Dekfast DF-#15-PH3 with Dekfast PLT-R-3, AlphaGuard FC
$C.213. Min. 22 ga., type B, Grade combination, min. 1.5-inch Min. 0.125-inch Tremco #;LSlO XHD Fastener with Tremco Disc 1 per 2.0 ft2 SBS-AA (Optional) LO, MTS or 675
80 steel . . TremBoard AC Ribbed 3 in. Steel Stress Plate or Tremco #15 SBS-TA
total thickness, loose laid . ” . PUMA FA-RS
EHD with Tremco 3” Metal Insulation Plate

P.E. EVALUATION REPORT: 8™ EDITION FBC NON-HVHZ
AlphaGuard Fluid Applied Roof Systems; (800) 562-2728
TOP OF APPENDIX
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NEmoO | etc.e
TABLE 2€: STEEL oR CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF) orR RECOVER

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Roof Cover (Note 15)
System Deck Base Insulation P B S mbDP
asten ttac
No. Note 1 Note 3, Note 13 sf]
(Note 1) (Note 3, Note 13) Type A —— Noto 17 Base Ply Ply LARS (psf)
. One or more, any . . Tremco #1510 XHD Fastener with Tremco Disc . AlphaGuard FC
SC-214. g/lo";tj; ga., type B, Grade combination, min. 1.5-inch IF\’/::nmeOS inch DensDeck Ribbed 3 in. Steel Stress Plate or Tremco #15 1 per 2.0 ft2 SBS-AA (S(;gffrc;nal) LO, MTS or -75.0
total thickness, loose laid EHD with Tremco 3” Metal Insulation Plate PUMA FA-RS
. One or more, any . . . ” . AlphaGuard FC
SC-215. g/(')";'t ezezl ga. typeB,Grade |\ ination, min. 1.5-inch Z""'sg'ri:';i‘lj:rs:g:fﬁ (;'i 4 ITr::lT:t‘i’oilglaEt'lD with Tremco 3” (ggtal 1per2.0f2 | SBS-AA (Sggf'T‘;”a” LO, MTS or -75.0
total thickness, loose laid vp PUMA FA-RS
Min. 22 ga., type B, Grade One or more, any ) . . . AlphaGuard FC
Min. 0.5-inch DensDeck T #14 HD F, hT ” Metal |
SC-216. | 33 steel or min. 2,500 psi | combination, min. 1.5-inch Pr:;ﬁ? >-inch DensDec Ir::::tci’on oot astener@gh Tremco 3" Vg Iper13f2 | SBS-AA ggf'ﬁ:a ) | Lo, MTS or 11255
structural concrete total thickness, loose laid PUMA FA-RS
Min. 22 ga., type B, Grade One or more, any . . . ” AlphaGuard FC
SC-217. | 33 steel or min. 2,500 psi | combination, min. 1.5-inch 2’::2;3'5 inch DensDeck H:::tci’oilsl;z FastelTQEINRERIRQS" Metal 1per1.0f | SBS-AA SBS-TA LO, MTS or 1575
structural concrete total thickness, loose laid PUMA FA-RS
Min. 22 ga., type B, Grade One or more, any . . . ” AlphaGuard FC
SC-218. | 33 steel or min. 2,500 psi | combination, min. 1.5-inch g"'”;gé_g;grs:sgf;’ (;': | H:::tci’o?sl;z Fastener " T qgs° 3" Metal lper13f | SBS-AA SBS-TA LO, MTS or 1575
structural concrete total thickness, loose laid yp PUMA FA-RS
Min. 22 ga., type B, Grade One or more, any ) . . ” AlphaGuard FC
SC-219. | 33 steelormin. 2,500 psi | combination, min. 1.5-inch Z""'sg'ri_'F'i‘E:rS:g:fR; (;'i ’ H;T:t(i)oil;:tz st NG Tremco 37 Metal 1per1.0f2 | SBS-AA SBS-TA LO, MTS or 1725
structural concrete total thickness, loose laid vp PUMA FA-RS
SEBS-APPLIED BASE PLY:
Min. 22 ga., type B, Grade One or more, any . . Note 2 or (Optional) AlphaGuard FC
Min. 0.25- DensDeck BP-SEB
5C220. | 40steelor min.2,500psi | combination, min. 15-inch | b1 023NN PENDEA T poy gt e 15 py (steel only) or DF-#14-pHE | 1peranfir | EPSTESOT | BpseBsor | 1O, MTSor -30.0*
structural concrete total thickness, loose laid with Dekfast PLT-R-3 SBS-SEBS PUMA FA-RS
. Dekfast DF-#12-PH3 (steel only) or DF-#14-PH3 .
Min. 22 ga., type B, Grade | One or more,any Min. 0.25-inch SECUROCK | with Dekfast PLT-R-3, Tremco #1211 Fastener Bp-seBsor | (OPHional) | AlphaGuard FC
SC-221. | 40 steel or min. 2,500 psi combination, min. 1.5-inch . . 1 per 4.0 ft? BP-SEBSor | LO, MTS or -30.0*
. . Gypsum-Fiber Roof Board | (steel only) or Tremco #1410 Fastener with SBS-SEBS
structural concrete total thickness, loose laid . . SBS-SEBS PUMA FA-RS
Tremco Disc 3 in. Steel Stress Plate
Tremco #1211 Fastener (steel only) or Tremco
Min. 22 ga., type B, Grade One or more, any Min. 0.125-inch #1410 Fastener with Tremco Disc 3 in. Steel BP-SEBS of (Optional) AlphaGuard FC
SC-222. | 40 steel or min. 2,500 psi combination, min. 1.5-inch Trer;wB.oard AC Stress Plate or Tremco #12 DP (steel only) or 1 per 4.0 ft2 SBS-SERS BP-SEBS or | LO, MTS or -30.0*
structural concrete total thickness, loose laid Tremco #14 HD with Tremco 3” Metal SBS-SEBS PUMA FA-RS
Insulation Plate
Min. 22 ga., type B, Grade One or more, any Min. 0.5-inch DensDeck BP-SEBS or (Optional) AlphaGuard FC
SC-223. 33 steel or min. 2,500 psi combination, min. 1.5-inch Prime or SECUROCK Note 2 1 per 1.6 ft2 SBS-SEBS BP-SEBS or | LO, MTS or -60.0
structural concrete total thickness, loose laid Gypsum-Fiber Roof Board SBS-SEBS PUMA FA-RS
Dekfast DF-#15-PH3 with Dekfast PLT-R-3, )
Min. 22 ga., type B, Grade | One€ormore,any Min. 0.125-inch Tremco #1510 XHD Fastener with Tremco Disc Bp-sEBs or | (OPtional) | AlphaGuard FC
SC-224. combination, min. 1.5-inch . . 1 per 2.0 ft? BP-SEBSor | LO, MTS or -67.5
80 steel ) K TremBoard AC Ribbed 3 in. Steel Stress Plate or Tremco #15 SBS-SEBS
total thickness, loose laid A ” . SBS-SEBS PUMA FA-RS
EHD with Tremco 3” Metal Insulation Plate

P.E. EVALUATION REPORT: 8™ EDITION FBC NON-HVHZ
AlphaGuard Fluid Applied Roof Systems; (800) 562-2728
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NEmoO | etc.e
TABLE 2€: STEEL oR CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF) orR RECOVER

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Roof Cover (Note 15)
System Deck Base Insulation B S MDP
asten ttac
No. (Note 1) Note 3, Note 13 Type Base PI Pl LARS (psf)
( ) P (Note 2, Note 11) (Note 17) v Y
. One or more, any . . Tremco #1510 XHD Fastener with Tremco Disc (Optional) AlphaGuard FC
SC-225. g/lo";tj; ga., type B, Grade combination, min. 1.5-inch IF\’/::nmeOS inch DensDeck Ribbed 3 in. Steel Stress Plate or Tremco #15 1 per 2.0 ft2 2;;55;50" BP-SEBSor | LO, MTS or -75.0
total thickness, loose laid EHD with Tremco 3” Metal Insulation Plate SBS-SEBS PUMA FA-RS
. One or more, any . . . ” (Optional) AlphaGuard FC
SC-226. g/(')";'t ezezl ga type B, Grade | (1 bination, min. 1.5-inch Z""‘sg'ri_';i‘lj:rs:g;ﬁ (;'i 4 ;rr:selzrl]:t(i)oilslst'? with Tremeco 3" iggtal 1 per 2.0 ft? SBP S?SEESS” BP-SEBS or | LO, MTS or 75.0
total thickness, loose laid P SBS-SEBS | PUMA FA-RS
Min. 22 ga., type B, Grade One or more, any . . . ” (Optional) AlphaGuard FC
5C-227. | 33 steelor min. 2,500 psi | combination, min. 1.5-inch 2’::2;3'5 inch DensDeck Tr::::tci)o?;;z Fastener @ Tremco 3" Mgl 1 per 1.3 ft2 Egsis;sor BP-SEBS or | LO, MTS or 11255
structural concrete total thickness, loose laid SBS-SEBS PUMA FA-RS
Min. 22 ga., type B Grad.e One o.r m9re, arTy . Min. 0.5-inch DensDeck Tremco #14 HD Fastener with Tremco 3” Metal BP-SEBS or | BP-SEBS or AlphaGuard FC
SC-228. | 33 steel or min. 2,500 psi combination, min. 1.5-inch Prime Insulation Plate 1 per 1.0 ft2 SBS-SEBS SBS-SERS LO, MTS or -157.5
structural concrete total thickness, loose laid PUMA FA-RS
Min. 22 ga., type B Grad.e One or more, any ) Min. 0.5-inch SECUROCK Tremco #14 HD Fastener with Tremco 3” Metal BP-SEBS or | BP-SEBS or AlphaGuard FC
SC-229. 33 steel or min. 2,500 psi combination, min. 1.5-inch Gvpsum-Fiber Roof Board | Insulation Plate 1 per 1.3 ft2 SBS-SEBS SBS-SERS LO, MTS or -157.5
structural concrete total thickness, loose laid yp PUMA FA-RS
Min. 22 ga., “/pe B Grad.e One or more, arny . Min. 0.5-inch SECUROCK Tremco #14 HD Fastener with Tremco 3” Metal BP-SEBS or | BP-SEBS or AlphaGuard FC
SC-230. 33 steel or min. 2,500 psi combination, min. 1.5-inch Gybsum-Fiber Roof Board | Insulation Plate 1 per 1.0 ft2 SBS-SEBS SBS-SEBS LO, MTS or -172.5
structural concrete total thickness, loose laid vp PUMA FA-RS
TORCH-APPLIED BASE PLY:
Min. 22 ga., type B, Grade One or more, any ) . Note 2 or . AlphaGuard FC
Min. 0.25- DensDeck |
SC-231. | 40 steel ormin. 2,500 psi | combination, min. 1.5-inch | V- 0-25-inch DensDeck |y e DF-#12-PH3 (steel only) or DF-#14-PH3 1perd0ft | SBS-TA (Optional) | 5 \rs or 30.0*
. . Prime X SBS-TA
structural concrete total thickness, loose laid with Dekfast PLT-R-3 PUMA FA-RS
. Dekfast DF-#12-PH3 (steel only) or DF-#14-PH3
Min. 22 ga., type B, Grade One or more, any . : ) . AlphaGuard FC
5C-232. | 40 steel or min. 2,500 psi | combination, min. 1.5-inch | - 0-25-inch SECUROCK 1} ‘with Dekfast PLT-R 3, Tremco #1211 Fastener lper40ft | SBSTA (Optional) 1 5, mTs or -30.0*
. . Gypsum-Fiber Roof Board | (steel only) or Tremco #1410 Fastener with SBS-TA
structural concrete total thickness, loose laid . . PUMA FA-RS
Tremco Disc 3 in. Steel Stress Plate
Min. 22 ga., type B, Grade One or more, any . . . ” . AlphaGuard FC
SC-233. | 40 steel or min. 2,500 psi | combination, min. 1.5-inch g’“"'sgj_ggzrs:sgf; (;': ’ T;:E:goils;tz Fastener with Tremco 3" Metal 1per4.0fi2 | SBS-TA (Sggf'&”a” LO, MTS or -30.0*
structural concrete total thickness, loose laid yP PUMA FA-RS
Min. 22 ga., type B, Grade One or more, any . ) . ” . AlphaGuard FC
.0.5- E 14 HD
SC-234. | 40 steel or min. 2,500 psi combination, min. 1.5-inch gmnsgr:-lF?k:erRgngBoo(;td ansell:lqactci,oi sl':lte Fastener with Tremco 3" Metal 1 per 3.2 ft2 SBS-TA (S(;SFITTaI) LO, MTS or -45.0%
structural concrete total thickness, loose laid P PUMA FA-RS
Min. 22 ga., type B, Grade One or more, any . . . ” . AlphaGuard FC
. 0.25- E 14 HD
SC-235. | 40 steel or min. 2,500 psi | combination, min. 1.5-inch g’“”sgmii'gg:‘ :Oslf’giiz H:T:;’o‘:‘ ;:‘te Fastener with Tremco 3" Metal lper2.0f2 | SBS-TA g;gf'&“a” LO, MTS or -45.0%
structural concrete total thickness, loose laid vp PUMA FA-RS
Min. 22 ga., type B, Grade One or more, any Min. 0.5-inch DensDeck (Optional) AlphaGuard FC
SC-236. | 33 steel or min. 2,500 psi combination, min. 1.5-inch Prime or SECUROCK Note 2 1 per 1.6 ft2 SBS-TA SBFS)—TA LO, MTS or -60.0
structural concrete total thickness, loose laid Gypsum-Fiber Roof Board PUMA FA-RS

P.E. EVALUATION REPORT: 8™ EDITION FBC NON-HVHZ
AlphaGuard Fluid Applied Roof Systems; (800) 562-2728
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TABLE 2e: STEEL orR CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Roof Cover (Note 15)
System Deck Base Insulation B S mbDP
asten ttac
No. (Note 1) Note 3, Note 13 Type Base PI Pl LARS (psf)
( ) P (Note 2, Note 11) (Note 17) v Y
Min. 22 ga., type B, Grade One or more, any . . . AlphaGuard FC
SC-237. | 40 steel or min. 2,500 psi | combination, min. 1.5-inch g"'"'sgfﬁ'gz:‘ ssg#’ggz I:t'sz;f&ﬁtﬂ'?r:;tc‘zngr ‘J;;’T'S;ﬁﬁi :':,? . 1per18f2 | SBS-TA (Sggf'T‘;\”a” LO, MTS or -60.0
structural concrete total thickness, loose laid vp § PUMA FA-RS
12-inch o.c.
. One or more, any Min. 1-inch Roxul . R . AlphaGuard FC
SC-238. z’\L/(l)I:t:; ga., type B, Grade combination, min. 1.5-inch MonoBoard Plus or Min. -{B—;ettn;oBﬁsDizD \FA?:;EFBe; ;v(;?;rg&e;)st Coiled Stl;rcc::jg?gl:e:]rcsh SBS-TA (S?ggtjl_c;nal) LO, MTS or -67.5
total thickness, loose laid 2-inch TopRock DD Plus P P oc PUMA FA-RS
Min. 22 ga., type B, Grade ) . . ” . AlphaGuard FC
$C-239. | 40 steel or min. 2,500 psi | None g'"'sg'ri ';E:f:g;"&if 4 H:;‘:SOT:I;Z Fastener with Tremco 3" Metal | 4 o 13f2 | ses-Ta (s?;gtch;na” LO, MTS or 675
structural concrete P PUMA FA-RS
Min. 22 ga., type B, Grade One or more, any ) : . . AlphaGuard FC
Min. 0.25-inch SECUROCK | T #14 HD F, hT ” Metal |
SC-240. | 40steelor min. 2,500 psi | combination, min. 15-inch | '”ngii'g; :o;UB;i N st Wi FMetal g per13fe | sBsTA g‘;gf'&“a ' | Lo, mTs or -75.0
structural concrete total thickness, loose laid yp PUMA FA-RS
. One or more, any . . Tremco #1510 XHD Fastener with Tremco Disc . AlphaGuard FC
SC-241. g’(')':'t eZ:I ga., typeB, Grade |\ ihation, min. 1.5-inch 2’::2;3'5 inch DensDeck | it bed 3 in. Steel Stress Plate or Tremco #15 1per2.0ft2 | SBS-TA ggf'&“a” LO, MTS or 75.0
total thickness, loose laid EHD with Tremco 3” Metal Insulation Plate PUMA FA-RS
. One or more, any . . . ” . AlphaGuard FC
SC-242. g’(')':'t ::I ga, typeB,Grade | ihation, min. 1.5-inch g"'négi’ -IFTEZrSES:JfR;:) Ca'? ' T;:S:;’oilgl:t? Jh Tremco 37 Metal 1per2.0f2 | SBS-TA (sggtlTTal) LO, MTS or -75.0
total thickness, loose laid yp PUMA FA-RS
Min. 22 ga., type B, Grade One or more, any ) ) . ” . AlphaGuard FC
SC-243. | 33 steelormin. 2,500 psi | combination, min. 1.5-inch m:aeo.s ingRenstigk r;:j:;’oil:;tz Fastener with Tremco 3" Metal lper13f2 | SBS-TA (Scégt'T‘;”a” LO, MTS or 1125
structural concrete total thickness, loose laid PUMA FA-RS
Min. 22 ga., type B, Grade One or more, any ) ) . ” AlphaGuard FC
SC-244. | 33 steel ormin. 2,500 psi | combination, min. 1.5-inch m;aeo.s incIQGP H:LT:;’OT:IZZ Fastener with Tremco 3" Metal 1per1.0f2 | SBS-TA SBS-TA LO, MTS or -157.5
structural concrete total thickness, loose laid PUMA FA-RS
Min. 22 ga., type B, Grade One or more, any ) ) . ” AlphaGuard FC
SC-245. | 33 steel or min. 2,500 psi | combination, min. 1.5-inch GM'";Si 'F?EZrS:sng; Ca'i 5 r;:j:;’oil:;tz Fastener with Tremco 3" Metal 1per13f2 | SBS-TA SBS-TA LO, MTS or 1575
structural concrete total thickness, loose laid vp PUMA FA-RS
Min. 22 ga., type B, Grade One or more, any ) ) . ” AlphaGuard FC
SC-246. 33 steel or min. 2,500 psi combination, min. 1.5-inch GMmsSr: LTEZrSFEcScl)JfRBOoCaIid r;:j:;’oil:;tz Fastener with Tremco 3" Metal 1 per 1.0 ft2 SBS-TA SBS-TA LO, MTS or -172.5
structural concrete total thickness, loose laid vp PUMA FA-RS

©ONEMO ETC LLC
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NEmoO | etc.e
TABLE 2F: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) o0R RECOVER

SYSTEM TYPE D-2: INSULATED, IMECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Insulation and/or Thermal Barrier Base Sheet Roof Cover (Note 15 MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 11) I Spacing Base Ply Ply LARS (psf)
BURMASTIC ADHESIVE MC APPLIED BASE PLy:
Min. 22 ga., type B, One or more, any combination, BURmastic Composite . 6_.mCh . N the. & Hinc BP-CA6 BP-CA6 AlphaGuard
Grade 80 steel or . . . . Tremco #1410 Fastener with Tremco wide laps and 6-inch o.c. at
SC-247. min. 2.500 psi min. 2-inch total thickness, loose- Ply HT, BURmastic Disc Ribbed 3 in. Steel Stress Plate two (2) equally spaced or SBS- or SBS- FCLO, MTS or -112.5
- &208 P laid Composite Ply Premium : Ju" CA6 CA6 PUMA FA-RS
structural concrete center rows
. One or more, any combination, BURmastic Composite Dekfast DF-#15-PH3 with Dekfast Figg 6-'|nch O-C- at the. @y 4-nch BP-CA6 BP-CA6 AlphaGuard
Min. 22 ga., type B, . . . ) R-3 or Dekfast PLT-H-2-7/8 or Tremco wide laps and 6-inch o.c. at
SC-248. min. 2-inch total thickness, loose- Ply HT, BURmastic . ) or SBS- or SBS- FCLO, MTS or -120.0
Grade 80 steel . . ) #1510 XHD Fastener with Tremco Disc two (2) equally spaced
laid Composite Ply Premium . . CA6 CA6 PUMA FA-RS
Ribbed 3 in. Steel Stress Plate center rows

TABLE 2G: STEEL DECKS —NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED POWERFAST, BONDED ROOF COVER

Insulati
S Deck nsulation and./or PowerFAST (Note 15A) Roof Cover (Note 15) MDP
No N Thermal Barrier . (osh)
- (Note 1) (Note 3, Note 13) Type Fastener (Note 11) Spacing Base Ply LARS (psf)
POWERPLY ENDURE 100 SMOOTH WITH FASTENERS/STRESS PLATES:
. One or more layers, any
Min. 22 ga., combination, min. 2- POWERply Tremco #15 EHD with Tremco 2.4” 6-inch o.c. within the min. 5-inch wide, POWERply Endure BIO (Optional) SBS- AlphaGuard
SC-249.| type B, Grade inch thick, prelim Endure 100 Barbed Seam Plate Adhesive TF sealed side laps CA5 FCLO, MTS or -60.0
40 steel » prefim. Smooth P PUMA FA-RS
attach
POWERPLY ENDURE 200 SMOOTH WITH FASTENERS/STRESS PLATES:
Min. 22 ga., One or more, any POWERply Tremco #15 EHD Fastener with 24-inch o.c. within the min. 4-inch wide (for 2” plate) or min. 5- BP-CAS or SBS- AlphaGuard
SC-250.| type B, Grade combination, prelim. Endure 200 Tremco 2” Barbed Seam Plate or inch wide (for 2.4” plate), POWERply Endure BIO Adhesive TF CAS FCLO, MTS or -30.0*
40 steel attach Smooth Tremco 2.4” Barbed Seam Plate sealed side laps PUMA FA-RS
. 6-inch o.c. within every-third 5-inch wide side lap. Fastened laps
Min. 22 ga., One or more, any POWERplY Tremco #15 EHD Fastener with sealed with POWERply Endure BIO Adhesive TF. 3-inch wide laps BP-CAS or SBS- AlphaGuard
SC-251.| type B, Grade combination, prelim. Endure 200 B . FCLO, MTS or -37.5
Tremco 2.4” Barbed Seam Plate between fastened laps sealed with POWERply Endure BIO CA5
80 steel attach Smooth . PUMA FA-RS
Adhesive TF.
POWERPLY ENDURE 200 SMOOTH WITH FASTENERS/BATTEN BARS:
Min. 22 ga. POWERpI Alph
n ga., One o.r m9re, any. OWERply Tremco #15 EHD with Tremco Coil 6-inch o.c. within the min. 4-inch wide POWERply Endure BIO BP-CAS or SBS- phaGuard
SC-252.| type B, Grade combination, prelim. Endure 200 MB-R Recessed Batten Bar Adhesive TF sealed side lans CAS FCLO, MTS or -75.0
80 steel attach Smooth P PUMA FA-RS
POWERPLY HEAVY DUTY BASE SHEET WITH FASTENERS/STRESS PLATES:
. (Optional) BP-
Min. 22 ga., (0] 3 POWERpl . . s . . . . AlphaGuard
n ga ne qr m9re any‘ Py Tremco #15 EHD Fastener with 12-inch o.c. within the min. 4-inch wide Tremco LF Adhesive sealed | AA, SBS-AA, phatuar
SC-253.| type B, Grade combination, prelim. Heavy Duty ) : FCLO, MTS or -82.5
Tremco 2.4” Barbed Seam Plate side laps BP-SEBS, SBS-
40 steel attach Base Sheet SEBS or SBS-TA PUMA FA-RS

P.E. EVALUATION REPORT: 8™ EDITION FBC NON-HVHZ
AlphaGuard Fluid Applied Roof Systems; (800) 562-2728
TOP OF APPENDIX
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TABLE 2G: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

NEmoO | etc.e

SyYSTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED POWERFAST, BONDED ROOF COVER

ST Deck Insulation and/or PowerFAST (Note 15A) Roof Cover (Note 15) MDP
No - Thermal Barrier 5 _sf
. (Note 1) (Note 3, Note 13) Type Fastener (Note 11) Spacing Base Ply LARS (psf)
Min. 22 ga., One or more, min. 2- POWERPY | 1 omco #15 EHD Fastener with 6-inch o.c. within the min. 5-inch wide POWERply Endure BIO BP-CAS or sBs- | AIPhacuard
SC-254.| type B, Grade inch thick, any Heavy Duty Tremco 2.4” Barbed Seam Plate Adhesive TF sealed side laps CAS FCLO, MTS or -105.0
80 steel combination, loose-laid Base Sheet ' P PUMA FA-RS
Min. 22 ga., pne or more, min. 2 POWERply Tremco #15 EHD Fastener with 6-inch o.c. within the min. 5-inch wide POWERply Endure BIO SBS-CAS5 or AlphaGuard
S| type B, Grade inch thick, any Heavy Duty Tremco 2.4” Barbed Seam Plate Adhesive TF sealed side laps and 6-inch o.c. in one (1) center row SBS-TA FCLO, MTS or 1125
80 steel combination, loose-laid Base Sheet : P o PUMA FA-RS
Min. 22 ga., One or more, any POWERply Tremco #15 EHD Fastener with 6-inch o.c. within the min. 4-inch wide Tremco LF Adhesive sealed AlphaGuard
SC-256.| type B, Grade combination, prelim. Heavy Duty Tremco 2.4” Barbed Seam Plate side laps SBS-TA FCLO, MTS or -157.5
80 steel attach Base Sheet : P PUMA FA-RS
Min. 22 ga., pne or more, min. 2z POWERply Tremco #15 EHD Fastener with 6-inch o.c. within the min. 5-inch wide Tremco LF Adhesive sealed AlphaGuard
Bl type B, Grade inch thick, any Heavy Duty Tremco 2.4” Barbed Seam Plate side laps and 6-inch o.c. in one (1) center row SBS-TA FCLO, MTS or 2175
40 steel combination, loose-laid Base Sheet : p o PUMA FA-RS
Min. 22 ga., pne or more, min. 2z POWERply Tremco #15 EHD Fastener with 6-inch o.c. within the min. 5-inch wide Tremco LF Adhesive sealed AlphaGuard
SC-258.| type B, Grade inch thick, any Heavy Duty Tremco 2.4” Barbed Seam Plate side laps and 6-inch o.c. in one (1) center row SBS-TA FCLO, MTS or -247:5
80 steel combination, loose-laid Base Sheet : P o PUMA FA-RS
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TABLE 3A: CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

REFER TO FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (Note 15)
System Deck e P . MDP
acl ac|
No. (Note 1) T T Base Pl Pl LARS (psf)
ype (Notes 6,7,8) ype (Notes 6,7,8) ase By Y
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
. . (Optional) Min. 0.5-inch Trisotech G, Trisotech CGF, . . . .
Min. 2,500 | 1ricotach, H-Shield, Multi-Max FA3, ISOGARD CG or | LRFIA or Min. 0.125-inch TremBoard AC or Min. (Rgpch “IREF INgr BP-CAGor | (Optional)Bp- | APhaGuard
C-1 structural R R DensDeck or Structodek HD with Primed Red LRFIA(BG), FCLO, MTSor | -202.5
Ultra-Max or min. 1-inch Styrofoam Brand Roofmate, LRFIA(BG) A R SBS-CA6 CAG6 or SBS-CA6
concrete . Coating 6-inch o.c. PUMA FA-RS
Highload 60 or Plazamate
. . (Optional) Min. 0.5-inch Trisotech G, Trisotech CGF,
. x:chu‘:’;"lo PSt | Trisotech, H-Shield, Multi-Max FA3, ISOGARD CG or LRFIA or Min. 0.25-inch Densbeck Te LRFIA or BP-CAGor | (Optional) BP- ?(l:pLh;G&?rrsdor 025
Ultra-Max or min. 1-inch Styrofoam Brand Roofmate, LRFIA(BG) o LRFIA(BG) SBS-CA6 CA6 or SBS-CA6 ’ ’
concrete . PUMA FA-RS
Highload 60 or Plazamate
Min. 2 i . . .
c3 st:lr]ctl;fzgo pst Min. 1-inch Insulfoam IX EPS LRFIA or Min. 0.25-inch DensDeck Prime or LRFIA or BP-CA6 or (Optional) BP- ?(ljplt‘OaGl\L;I?rrSdor 2250
’ LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board LRFIA(BG) SBS-CA6 CA6 or SBS-CA6 ’ :
concrete PUMA FA-RS
Min. 0.25-inch DensDeck Prime, DEXcell FA
Min. 2,500 psi Min. 1-inch, 1.35 pcf, unfaced Cellofoam EPS Roof LRFIA or G.Iass MIQoc Qg .or SECL.JROCK Gypsum- LRFIA or BP-CA6 or (Optional) BP- AlphaGuard
c4 structural Insulation or unfaced Insulfoam EPS LRFIA(BG) B g Qg inch SECUROCK LRFIA(BG) SBS-CAG CA6 or sBS-CAG | [CLO/MTSor | -285.0
concrete Cement Roof Board or min. 7/16-inch DEXcell PUMA FA-RS
Cement Roof Board
. . (Optional) Min. 0.5-inch Trisotech G, Trisotech CGF,
s S'\f;:ctzuf:lo pst Trisotech, H-Shield, Multi-Max FA3, ISOGARD CG or LRFIA or Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRFIA or BP-CA6or | (Optional) BP- :\(l;prgG,\L;,?rrsdor 850
Ultra-Max or min. 1-inch Styrofoam Brand Roofmate, LRFIA(BG) Board LRFIA(BG) SBS-CA6 CAG6 or SBS-CA6 ’ ’
concrete . PUMA FA-RS
Highload 60 or Plazamate
. . ) . . Min. 0.125-inch TremBoard AC or min. 0.5-inch
Min. 2,500 psi (Optional) Min. 0.5-inch Trisotech G, Trisotech CGF, LRFIA or DEXcell FA Glass Mat Roof Board, SECUROCK LRFIA or ) AlphaGuard
Trisotech, H-Shield, Multi-Max FA3, ISOGARD CG or X BP-CA6 or (Optional) BP-
C-6 structural Ultra-Max or min. 1-inch Styrofoam Brand Roofmate LRFIA(BG), Gypsum-Fiber Roof Board or SECUROCK LRFIA(BG), SBS-CAG CA6 or SBS-CAG FCLO, MTSor | -340.0
concrete . ) ¥ ! 6-inch o.c. Cement Roof Board or min. 7/16-inch DEXcell 6-inch o.c. PUMA FA-RS
Highload 60 or Plazamate
Cement Roof Board
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 2 i i I min. 1-inch Tri Tri LRFIA LRFIA Alph
in. 2500 psi | Optional min. 1-inch TrisgliliQ, Trisot @ Segy o Min. 0.5-inch DensDeck Prime or SECUROCK o BP-CASor | (Optional) Bp- | APnaGuard
c-7 structural Trisotech followed by R-50 Insulation Systems “RICH- LRFIA(BG), Gypsum-Fiber Roof Board LRFIA(BG), SBS-CAS CA5 or SBS-CAS FC LO, MTS or -82.5
concrete E-BOARD” 6-inch o.c. s 6-inch o.c. PUMA FA-RS
. . (Optional) Min. 0.5-inch Trisotech G, Trisotech CGF,
s S'\fr'zm;f:lo St | Trisotech, H-Shield, Multi-Max FA3, ISOGARD CG or LRFIA or Min. 0.125-inch TremBoard AC or min. 0.5-inch | LRFIA or BP-CASor | (Optional) BP- f'cpt‘ge&?rrsdor 1650
Ultra-Max or min. 1-inch Styrofoam Brand Roofmate, LRFIA(BG) Structodek HD with Primed Red Coating LRFIA(BG) SBS-CA5 CAS or SBS-CAS ’ ’
concrete . PUMA FA-RS
Highload 60 or Plazamate
Min. 2,500 psi . . .
c-9 strluctural pst Min. 1-inch Insulfoam IX EPS LRFIA or Min. 0.25-inch DensDeck Prime or LRFIA or BP-CAS5 or (Optional) BP- ?éprge&?r?m 2250
’ LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board LRFIA(BG) SBS-CAS5 CAS or SBS-CAS ’ :
concrete PUMA FA-RS
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TABLE 3A: CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

REFER TO FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (Note 15)
System Deck e P . mMbDP
acl ac
No. (Note 1) T T Base PI Pl LARS (psf)
ype (Notes 6,7,8) ype (Notes 6,7,8) ase By Y
Min. 2.500 bsi (Optional) Min. 0.5-inch Trisotech G, Trisotech CGF, Min. 0.25-inch DensDeck Prime or SECUROCK AlohaGuard
c-10 stru;:tt;ral P Trisotech, H-Shield, Multi-Max FA3, ISOGARD CG or LRFIA or Gypsum-Fiber Roof Board or min. 0.5-inch LRFIA or BP-CAS or (Optional) BP- FCpLO MTSor | -262.5
Ultra-Max or min. 1-inch Styrofoam Brand Roofmate, LRFIA(BG) SECUROCK Cement Roof Board or min. 7/16- LRFIA(BG) SBS-CA5 CAS or SBS-CA5 ’ ’
concrete . . PUMA FA-RS
Highload 60 or Plazamate inch DEXcell Cement Roof Board
Min. 0.25-inch DensDeck Prime, DEXcell FA
Min. 2,500 psi Min. 1-inch, 1.35 pcf, unfaced Cellofoam EPS Roof LRFIA or qlass Mat Roof Board .or SECL.JROCK Gypsum- LRFIA or BP-CAS or (Optional) BP- AlphaGuard
C11 | structural Insulation or unfaced Insulfoam EPS LRFIA(BG) Fiber Roof Board or min. Qgginch SECUROSY LRFIA(BG) SBS-CAS CA5 or sBs-CA5 | [CLO/MTSor | -285.0
concrete Cement Roof Board or min. 7/16-inch DEXcell PUMA FA-RS
Cement Roof Board
. . (Optional) Min. 0.5-inch Trisotech G, Trisotech CGF, Min. 0.125-inch TremBoard AC, min. 0.25-inch
c12 Z;:ctzdi_?lo pst Trisotech, H-Shield, Multi-Max FA3, ISOGARD CG or ::E:Z:i(g;) DensDeck, DensDeck Prime or DEXcell FA Glass tEE:Q(ErG) BP-CA5S or (Optional) BP- ?(ljplt‘OaGl\L;I?rrSdor 3275
concrete Ultra-Max or min. 1-inch Styrofoam Brand Roofmate, 6-inch o c‘ Mat Roof Board or min. 0.5-inch Blue Ridge 6-inch o c, SBS-CA5 CAS or SBS-CAS PUM/—I\ FA-RS ’
Highload 60 or Plazamate o Structodek HD with Primed Red Coating o
. . (Optional) Min. 0.5-inch Trisotech G, Trisotech CGF, Min. 0.25-inch SECUROCK Gypsum-Fiber Roof
c13 Z;:ctzdi_?lo pst Trisotech, H-Shield, Multi-Max FA3, ISOGARD CG or ::E:Z:i(g;) Board or min. 0.5-inch SECUROCK Cement Roof tEE:Q(ErG) BP-CA5S or (Optional) BP- ?(ljplt‘OaGl\L;I?rrSdor -465.0
Ultra-Max or min. 1-inch Styrofoam Brand Roofmate, . ’ Board or min. 7/16-inch DEXcell Cement Roof X ! SBS-CA5 CAS or SBS-CA5 ’ ’
concrete . 6-inch o.c. 6-inch o.c. PUMA FA-RS
Highload 60 or Plazamate Board
Min. 2,500 psi Mln.-0.25—|n-ch SECUROCK Gypsum-Fiber Roof Board LRFIA or BP-CAS or (Optional) BP- AlphaGuard -
C-14 structural or min. 0.5-inch SECUROCK Cement Roof Board or LRFIA(BG), None N/A SBS-CAS CAS5 or SBS-CAS FC LO, MTS or 1115.
concrete min. 7/16-inch DEXcell Cement Roof Board 6-inch o.c. PUMA FA-RS 0
Min. 2,500 psi Min. 0.125-inch TremBoard AC or min. 0.5-inch AlphaGuard
structural . . ) . Structodek HD with Primed Red Coating, BP-CAS or (Optional) BP-
G151 concrete; asTm | Min- 1.5-inch Trisotech G or Trisotech Hotasphalt | . <Deck Prime, DEXcell FA Glass Mat Roof Hotasphalt | o cas CAS or SBS-CAS EﬁkAOA ';’/'lig r| 1800
D41 primed Board or SECUROCK Gypsum-Fiber Roof Board
HOT-ASPHALT-APPLIED BASE PLY:
. . (Optional) Min. 0.5-inch Trisotech G, Trisotech CGF,
16 Z'r'zctzufglo psi Trisotech, H-Shield, Multi-Max FA3, ISOGARD CG or LRFIA or Min. 0.125-inch TremBoard AC or min. 0.5-inch | LRFIA or BP-AAor | (Optional) BP- ?'CPI’SG&?F?W 1650
Ultra-Max or min. 1-inch Styrofoam Brand Roofmate, LRFIA(BG) Structodek HD with Primed Red Coating LRFIA(BG) SBS-AA AA or SBS-AA ’ ’
concrete . PUMA FA-RS
Highload 60 or Plazamate
Min. 2.500 psi (Optional) Min. 0.5-inch Trisotech G, Trisotech CGF, Min. 0.25-inch SECUROCK Gypsum-Fiber Roof AlohaGuard
c-17 stru.ctl.’lral P Trisotech, H-Shield, Multi-Max FA3, ISOGARD CG or LRFIA or Board or min. 0.5-inch SECUROCK Cement Roof LRFIA or BP-AA or (Optional) BP- FCpLO MTSor | -180.0
Ultra-Max or min. 1-inch Styrofoam Brand Roofmate, LRFIA(BG) Board or min. 7/16-inch DEXcell Cement Roof LRFIA(BG) SBS-AA AA or SBS-AA ’ ’
concrete . PUMA FA-RS
Highload 60 or Plazamate Board
i . Min. 0.125-inch TremBoard AC or min. 0.5-inch
Min. 2,500 psi . . R .
tructural Min. 1.5-inch Trisotfch G. THeotedh! ISOGARD GL Structodek HD with Primed Red Coating or min. BP-AA Obtional) BP AlphaGuard
C18 | o M | Mo iag Ot °" | Hotasphalt | 0.25-inch DensDeck Prime, DEXcell FA Glass | Hotasphalt | & " " LAF’O':’:;S)_ an | FCLOMTSor | -180.0
S Mat Roof Board or SECUROCK Gypsum-Fiber PUMA FA-RS
D41 primed
Roof Board
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TABLE 3A: CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

REFER TO FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (Note 15)
System Deck e P . MDP
acl ac
No. (Note 1) T T Base PI Pl LARS (psf)
ype (Notes 6,7,8) ype (Notes 6,7,8) ase By Y
. . (Optional) Min. 0.5-inch Trisotech G, Trisotech CGF,
c-19 s'\frlzctzl;?z?lo pst Trisotech, H-Shield, Multi-Max FA3, ISOGARD CG or LRFIA or Min. 0.125-inch TremBoard AC or min. 0.5-inch LRFIA or SBS-AA (Optional) SBS- /:(l;proaG&?rrsdor 165.0
Ultra-Max or min. 1-inch Styrofoam Brand Roofmate, LRFIA(BG) Structodek HD with Primed Red Coating LRFIA(BG) TA ’ ’
concrete . PUMA FA-RS
Highload 60 or Plazamate
Min. 2.500 bsi (Optional) Min. 0.5-inch Trisotech G, Trisotech CGF, Min. 0.25-inch SECUROCK Gypsum-Fiber Roof AlohaGuard
€-20 stru.ctt;ral P Trisotech, H-Shield, Multi-Max FA3, ISOGARD CG or LRFIA or Board or min. 0.5-inch SECUROCK Cement Roof LRFIA or SBS-AA (Optional) SBS- FCpLO MTSor | -180.0
Ultra-Max or min. 1-inch Styrofoam Brand Roofmate, LRFIA(BG) Board or min. 7/16-inch DEXcell Cement Roof LRFIA(BG) TA ! '
concrete . PUMA FA-RS
Highload 60 or Plazamate Board
X . Min. 0.125-inch TremBoard AC or min. 0.5-inch
Min. 2,500 psi Structodek HD with Primed Red Coating or min AlphaGuard
c-21 zg:ccrt:tfl ASTM mnl't:"\i;:;:;r's"t“h G, Trisotech, ISOGARD GLor |\ ohalt | 0.25-inch DensDeck Prime, DEXcell FA Glass | Hot asphalt | SBS-AA (Tipt'onal) SBS- | kcLo, MTsor | -180.0
S Mat Roof Board or SECUROCK Gypsum-Fiber PUMA FA-RS
D41 primed
Roof Board
SEBS-APPLIED BASE PLY:
. . (Optional) Min. 0.5-inch Trisotech G, Trisotech CGF, .
e :fr'chufglo PSL | Trisotech, H-Shield, Multi-Max FA3, ISOGARD CG or | LRFIA or Min. 0.125-inch TremBoard AC or min. 0.5-inch | LRFIA or BP-SEBS or (S(EEE'ZTGS'L?.P /:'CpthG,\L;l‘frrsdor 1650
Ultra-Max or min. 1-inch Styrofoam Brand Roofmate, LRFIA(BG) Structodek HD with Primed Red Coating LRFIA(BG) SBS-SEBS ’ '
concrete . SEBS PUMA FA-RS
Highload 60 or Plazamate
Min. 1-inch Trisotech G, Trisotech CGF, Trisotech,
Min. 2,500 psi EnergyGuard Polyiso Insulation, H-Shield, ISOGARD . . . (Optional) BP- AlphaGuard
c-23 | structural GL, Multi-Max FA3, ISOGARD CG or UltraMax or tEE::&S) g/lc:;;do.szs inch SECUROCK Gypsum-Fiber Roof tﬁi:ﬁ(‘;;) SBBP:SEESS” SEBS or SBS- FCLO, MTSor | -195.0
concrete Styrofoam Brand Roofmate, Highload 60 or SEBS PUMA FA-RS
Plazamate
Min. 2,500 psi . . . (Optional) BP- AlphaGuard
LRFIA or Min. 0.25-inch DensDeck Prime or LRFIA or BP-SEBS or
C-24 structural Min. 1-inch Insulfoam IX EPS X SEBS or SBS- FCLO, MTSor | -225.0
concrete LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board LRFIA(BG) SBS-SEBS SEBS PUMA EA-RS
. . (Optional) Min. 0.5-inch Trisotech G, Trisotech CGF, .
Min. 2,500 psi Trisotech, H-Shield, Multi-Max FA3, ISOGARD CG or LRFIA or _ . ) LRFIA or BP-sERS or | (OPtional) BP- | AlphaGuard
C-25 structural . R Min. 0.25-inch DensDeck Prime SEBS or SBS- FCLO, MTSor | -262.5
Ultra-Max or min. 1-inch Styrofoam Brand Roofmate, LRFIA(BG) LRFIA(BG) SBS-SEBS
concrete . SEBS PUMA FA-RS
Highload 60 or Plazamate
. . (Optional) Min. 0.5-inch Trisotech G, Trisotech CGF, Min. 0.25-inch SECUROCK Gypsum-Fiber Roof .
.2 . . . . BP-
26 S'\fr'zm;f:lo Pt | Trisotech, H-Shield, Multi-Max FA3, ISOGARD CG or | LRFIA or Board or 0.5-inch SECUROCK Cement Roof LRFIA or BP-SEBS or (SCE)SE";':""S';S_P f'cpt‘ge&?rrsdor 850
Ultra-Max or min. 1-inch Styrofoam Brand Roofmate, LRFIA(BG) Board or min. 7/16-inch DEXcell Cement Roof LRFIA(BG) SBS-SEBS ’ ’
concrete . SEBS PUMA FA-RS
Highload 60 or Plazamate Board
Min. 2,500 psi .
. . . . (Optional) BP- AlphaGuard
.0.125- B . 0.5+ BP-SEB:
Ca7 | Structural Min. 1.5-inch Trisotech G Hot asphalt | Min- 0-125-inch TremBoard AC or min. 0.5-inch |\ ooy, | BPSEBS or oo FCLO, MTSor | -180.0
concrete; ASTM Structodek HD with Primed Red Coating SBS-SEBS
D41 primed SEBS PUMA FA-RS
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NEmMO | etc.e
TABLE 3A: CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO FOR VAPOR BARRIER OPTIONS
Base Insulation Top Insulation Roof Cover (Note 15)
System Deck e P . MDP
No. (Note 1) T ac T ac Base PI Pl LAR (psf)
ype (Notes 6,7,8) ype (Notes 6,7,8) ase By Y S
TORCH-APPLIED BASE PLY:
. . (Optional) Min. 0.5-inch Trisotech G, Trisotech CGF,
Min. 2,500 psi | 1icotech, H-Shield, Multi-Max FA3, ISOGARD CG or LRFIA or Min. 0.25-inch SECUROCK Gypsum-Fiber Roof | LRFIA or (Optional) sgs- | AlPhaGuard
C-28 structural R R SBS-TA FCLO, MTSor | -180.0
Ultra-Max or min. 1-inch Styrofoam Brand Roofmate, LRFIA(BG) Board LRFIA(BG) TA
concrete . PUMA FA-RS
Highload 60 or Plazamate
Min. 1-inch Trisotech G, Trisotech CGF, Trisotech,
Min. 2,500 psi EnergyGuard Polyiso Insulation, H-Shield, ISOGARD ) : . . AlphaGuard
c29 | structural GL, Multi-Max FA3, ISOGARD CG or UltraMax or tgi:ﬁ(g;) g/l(:;;).szs inch SERUROCKQsum G RO tﬁi:ﬁ&s) SBS-TA (T(ipt'”a') SBS- | kcLo, MTs or | -195.0
concrete Styrofoam Brand Roofmate, Highload 60 or PUMA FA-RS
Plazamate
. . (Optional) Min. 0.5-inch Trisotech G, Trisotech CGF,
30 :f;:ctzufglo PSE | Trisotech, H-Shield, Multi-Max FA3, ISOGARD CG or LRFIA or Min. 0.5-inch SECUROCK Cement Roof Board or | LRFIA or sBS.TA (Optional) SBS- ?'CPFSG&E;?N ers
Ultra-Max or min. 1-inch Styrofoam Brand Roofmate, LRFIA(BG) min. 7/16-inch DEXcell Cement Roof Board LRFIA(BG) TA ’ ’
concrete . PUMA FA-RS
Highload 60 or Plazamate
©ONEMO ETC LLC P.E. EVALUATION REPORT: 8™ EDITION FBC NON-HVHZ PEER-TRM-004.A.R11 for FL15545-R11 (NON-HVHZ)
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NEmoO | etc.e
TABLE 38: CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SysTem TYPE F: NON-INSULATED, BONDED ROOF COVER

System Deck Primer Roof Cover (Note 15) MDP
No. (Note 1) Base Ply | Ply | LARS (psf)
ALPHAGUARD FC LO FA-RS
C-31 Min. 2,500 psi structural concrete AlphaGuard C-Prime None None AlphaGuard FC LO FA-RS -495.0
C-32 Min. 2,500 psi structural concrete (Optional) AlphaGuard C-Prime BP-CAS5 or SBS-CAS (Optional) BP-CA5 or SBS-CA5 AlphaGuard FC LO FA-RS -495.0
C-33 Min. 2,500 psi structural concrete (Optional) TREMprime WB Primer or TREMprime Q.D. Primer BP-AA or SBS-AA (Optional) BP-AA or SBS-AA AlphaGuard FC LO FA-RS -495.0
C-34 Min. 2,500 psi structural concrete (Optional) TREMprime Q.D. Primer SBS-TA (Optional) SBS-TA AlphaGuard FC LO FA-RS -495.0
ALPHAGUARD MTS FA-RS
C-35 Min. 2,500 psi structural concrete ASTM D41 SBS-TA (Optional) SBS-TA AlphaGuard MTS FA-RS -315.0
C-36 Structural concrete TREMprime WB Primer BP-CA6 or SBS-CA6 (Optional) BP-CA6 or SBS-CA6 AlphaGuard MTS FA-RS -372.5
C-37 Min. 2,500 psi structural concrete AlphaGuard C-Prime None None AlphaGuard MTS FA-RS -495.0
C-38 Min. 2,500 psi structural concrete None BP-CAS or SBS-CAS5 (Optional) BP-CAS or SBS-CA5 AlphaGuard MTS FA-RS -802.5
ALPHAGUARD PUMA FA-RS
C-39 Min. 2,500 psi structural concrete ASTM D41 SBS-TA (Optional) SBS-TA AlphaGuard PUMA FA-RS | -315.0
C-40 Min. 2,500 psi structural concrete TREMprime WB Primer BP-CA6 or SBS-CA6 (Optional) BP-CA6 or SBS-CA6 AlphaGuard PUMA FA-RS -372.5
C-41 Min. 2,500 psi structural concrete (Optional) AlphaGuard PUMA Primer 107 or AlphaGuard PUMA VB | None None AlphaGuard PUMA FA-RS | -495.0
C-42 Min. 2,500 psi structural concrete None BP-CAS or SBS-CAS (Optional) BP-CAS or SBS-CA5 AlphaGuard PUMA FA-RS | -802.5
©NEMO ETC LLC P.E. EVALUATION REPORT: 8™ EDITION FBC NON-HVHZ PEER-TRM-004.A.R11 for FL15545-R11 (NON-HVHZ)
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS - REROOF (TEAR-OFF)

NEmoO | etc.e

S

SysTem TypPe A-1: LWC 10 Deck, BONDED INSULATION, BONDED ROOF COVER

Lightweight Concrete (Note 14) Base Insulation Coverboard Roof Cover (Note 15)
System Deck (Note 1) Attach LSETED sl
ac acl
No. T Surfaci T T Base PI Pl LARS (psf)*
ype urtacing ype (Notes 6,7,8) ype (Notes 6,7,8) ase LY Y
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
. Pre-existent (re-roof
x:nne. ngg;;ie only), min. 2-inch thick z?fr) r:zgifr(lfscg (Optional) One or more, Min. 1-
4 cellular lightweight ’ i i i - i
40 steel or spalls with inch Trisotech G, Trisotech CGF, | gy o Min. 0.25-inch SECUROCK LRFIA or BP-CA6 | (Optional) | AlphaGuard
LWC-1. min. 2.500 psi concrete Celcore SBS Trisotech, EnergyGuard Polyiso LRFIA(BG) G _Fiber Roof Board LRFIA(BG) or SBS- BP-CA6 or FCLO, MTS or -52.5
-4209p Compressive: 350 psi _ Insulation, H-Shield, ISOGARD PN ey & cA6 SBS-CA6 PUMA FA-RS
structural Withd LV Fast: (Sanded Bonding GL or Multi-Max FA3
concrete 26I(; Ib;awa , Versa-Fast: Surface)
Pre-existent (re-roof
only), min. 2-inch thick (Optional) Min. 0.5-inch DensDeck
cellular lightweight Repair LW Pri ECUROCK -
Min. 22 ga., concreteg € s e:l?s:rwithc (Optional) One or more LRFIA or Fir;r:re&Zo(f::ogr(c:i Ofypsum LRFIA or BP-CA6 (Optional) AlphaGuard
LWC-2. type BV, Grade Compressive: 500 psi Cpelcore <BS layer(s), min. 1-inch Trisotech LRFIA(BG), SECUROCK Cement Roof LRFIA(BG), or SBS- BP-CA6 or FC LO, MTS or -82.5
40 steel i P i P . G, Trisotech CGF or Trisotech 6-inch o.c. . . 6-inch o.c. CA6 SBS-CA6 PUMA FA-RS
Withdrawal, Trufast FM- (Sanded Bonding Board or min. 7/16-inch
90 Base Sheet Fastener: Surface) DEXcell Cement Roof Board
170 Ibf
Pre-existent (re-roof
only), min. 2-inch thick (Optional) Min. 0.5-inch DensDeck
cellular lightweight Repair LW Pri ECUROCK -
Min. 2,500 psi Concreteg € ) e;l?;r;nlithc (Optional) One or more LRFIA or Firt";”reﬁzofgogri ofypsum LRFIA or BP-CA6 | (Optional) | AlphaGuard
LWC-3. structural Compressive: 500 bsi CZIcore $BS layer(s), min. 0.5-inch Trisotech | LRFIA(BG), SECUROCK Cement Roof LRFIA(BG), or SBS- BP-CA6 or FCLO, MTSor | -277.5
concrete i P i P . G, Trisotech CGF or Trisotech 6-inch o.c. . . 6-inch o.c. CA6 SBS-CA6 PUMA FA-RS
Withdrawal, Trufast FM- (Sanded Bonding Board or min. 7/16-inch
90 Base Sheet Fastener: Surface) DEXcell Cement Roof Board
170 Ibf
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
) Pre-existent (re-roof
x;)né éZGgraa-,de only), min. 2-inch thick cF)?fr) rzg:ifr(t\e;\ig (Optional) One or more, Min. 1-
4 cellular lightweight ’ inch Tri hG, Tri h CGF BP-CA ional Alph
40 steel or spalls with inch Trisotech G, Trisotech CGF, | ) Min. 0.25-inch SECUROCK LRFIA or CAS | (Optional) phaGuard
LWC-4. min. 2.500 psi concrete Celcore SBS Trisotech, EnergyGuard Polyiso LRFIA(BG) Gvosum-Fiber Roof Board LRFIA(BG) or SBS- BP-CAS or FC LO, MTS or -52.5
n p Compressive: 350 psi . Insulation, H-Shield, ISOGARD ypsu CA5 SBS-CAS PUMA FA-RS
structural Withd LV Fast: (Sanded Bonding GL or Multi-Max FA3
concrete 26|(tJ Ib;awa , Versa-Fast: Surface)
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS - REROOF (TEAR-OFF)

SysTem TypPe A-1: LWC 10 Deck, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

S

Lightweight Concrete (Note 14) Base Insulation Coverboard Roof Cover (Note 15)
System Deck (Note 1) Attach Attach MDP
ac acl
No. Type Surfacin Type Type Base PI PI LARS (psf)*
yp J P (Notes 6,7,8) yp (Notes 6,7,8) v Y
Pre-existent (re-roof . inch «
only), min. 2-inch thick (Optional) Min. 0.5-inc lllDensDIec
. cellular lightweight Repair LWC ) Prime, DEXcell FA Glass Mat .
in. 22 ga., A ptional) One or more or oof Board, - ptiona phaGuar
Min. 22 concrete <oalls with (Optional) O LRFIA Roof Board, SECUROCK ™ BP-CA5 (Optional) | AlphaGuard
LWC-5. type BV, Grade Compressive: 500 bsi CZIcore SBS layer(s), min. 1-inch Trisotech LRFIA(BG), Gypsum-Fiber Roof Board or inch 0’ c or SBS- BP-CAS or FCLO, MTS or -82.5
40 steel mp PP | G, Trisotech CGF or Trisotech 6-incho.c. | SECUROCK Cement Roof © CcAs SBS-CAS PUMA FA-RS
(Sanded Bondin
Wlthdraw}?I, Trufast FM__ surface) 8 Board or min. 7/16-inch
?(7)05;’;5 Sheet Fastener: DEXcell Cement Roof Board
Pre-existent (re-roof Min. 0.125-inch TremBoard
only), min. 2-inch thick (Optional) SC orDm|E.PO.-5—|ncSEX I FA
. X cellular lightweight Repair LWC . S e ce .
Min. 2,500 psi concrete Compressive: spalls with (Optional) One or more LRFIA or Glass Mat Roof Board, LRFIA 6- BP-CAS5 (Optional) AlphaGuard
LWC-6. structural 500 psi ’ Czlcore SBS layer(s), min. 0.5-inch Trisotech LRFIA(BG), SECUROCK Gypsum-Fiber inch 0’ c or SBS- BP-CAS or FCLO, MTSor | -277.5
concrete Withdrawal. Trufast EM (sanded Bonding G, Trisotech CGF or Trisotech 6-inch o.c. Roof Board or SECUROCK o CAS SBS-CAS PUMA FA-RS
! ) Cement Roof Board or min.
51)(7)0B|absfe Sheet Fastener: Surface) 7/16-inch DEXcell Cement
Roof Board
HOT-ASPHALT-APPLIED BASE PLY:
) Pre-existent (re-roof ¢
'lt\\/l/;)né éz(igfa.:ie only), min. 2-inch thick ch)fr) rferz:ir(t\e;\i(r; (Optional) One or more, Min. 1- (Optional)
4 cellular lightweight ’ i i i
Lweg. | 40steelor concrete spalls with IanT:oglcsr?t:rcmer g:sa‘;ze;zlcgg' LRFIA or Min. 0.25-inch SECUROCK LRFIA or BP-AAor | BP-AAor :\(l;prgG,\L;,?rrsdor 525
L] min2500psi | GO e 350 psi Celcore SBS . i H_Sé‘;ld ISOGAKD LRFIA(BG) Gypsum-Fiber Roof Board LRFIA(BG) SBS-AA | SBS-AAOr | Lol Do :
| : Bondi ) ) 2
structura Withdrawal. Versa-Fast: (Sanded Bonding 6L ST A3 SBS-TA
concrete ’ Surface)
260 Ibf
Pre-existent (re-roof . inch «
only), min. 2-inch thick (Optional) Min. 0.5-inc l:)ensDIec
. cellular lightweight Repair LWC ) Prime, DEXcell FA Glass Mat (Optional)
Min. 22 ga., concrete spalls with (Optional) One or more LRFIA or Roof Board, SECUROCK LRFIA 6- BP-AA oF BP-AA o AlphaGuard
LWC-8. type BV, Grade Compressive: 500 bsi C,z.-lcore SBS layer(s), min. 1-inch Trisotech LRFIA(BG), Gypsum-Fiber Roof Board or inch 0’ c SBS-AA SBS-AA or FC LO, MTS or -82.5
40 steel ] P i P . G, Trisotech CGF or Trisotech 6-inch o.c. SECUROCK Cement Roof o PUMA FA-RS
Withdrawal, Trufast FM- (Sanded Bonding Board or min. 7/16-inch SBS-TA
igOBﬁ)Sfe Sheet Fasiegngy Surface) DEXcell Cement Roof Board
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS - REROOF (TEAR-OFF)

SysTem TypPe A-1: LWC 10 Deck, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

S

Lightweight Concrete (Note 14) Base Insulation Coverboard Roof Cover (Note 15)
System Deck (Note 1) Attach Attach MDP
ac acl
No. Type Surfacin Type Type Base PI PI LARS (psf)*
yp J P (Notes 6,7,8) yp (Notes 6,7,8) v Y
Pre-existent (re-roof Min. 0.1.25—incl.1 TremBoard
only), min. 2-inch thick (Optional) /SC orDm|rI:.PO..5-|ncSEX A N
) | cellular lightweight Repair LWC ) NN WA N (Optional)
Min. 2,500 psi ] (Optional) One or more LRFIA or Glass Mat Roof Board, AlphaGuard
concrete spalls with . . . . LRFIA, 6- BP-AA or BP-AA or
LWcC-9. structural Compressive: 500 bsi Celcore SBS layer(s), min. 0.5-inch Trisotech LRFIA(BG), SECUROCK Gypsum-Fiber inch o.c SBS-AA SBS-AA or FCLO, MTSor | -277.5
concrete : hp | i " P (sanded Bondin G, Trisotech CGF or Trisotech 6-inch o.c. Roof Board or SECUROCK o SBS-TA PUMA FA-RS
Withdrawal, Trufast FM_' Surface) g Cement Roof Board or min.
90 Base Sheet Fastener: urtace 7/16-inch DEXcell Cement
170 lof Roof Board
SEBS-APPLIED BASE PLy:
i 22 Pre-existent (re-roof ¢
Min. 22 ga., only), min. 2-inch thick For reroo (tear- (Optional) One or more, Min. 1-
type B, Grade cellular lightweight off), repair LWC inch Trisotech G, Trisotech CGF, BP-SEBS (Optional) AlphaGuard
40 steel or spalls with . ! | LRFIAor Min. 0.25-inch SECUROCK LRFIA or
Lwc-10. min. 2.500 psi concrete Celcore SBS Trisotech, EnergyGuard Polyiso LRFIA(BG) Gypsum-Fiber Roof Board LRFIA(BG) or SBS- BP-SEBS or FC LO, MTS or -52.5
structural P Compressive: 350 psi (Sanded Bonding | "sulation, H-Shield, ISOGARD vp SEBS SBS-SEBS | PUMA FA-RS
Withdrawal, Versa-Fast: GL or Multi-Max FA3
concrete Surface)
260 Ibf
Pre-existent (re-roof . inch k
only), min. 2-inch thick (Optional) Min. 0.5-inch DensDec
N : . Prime, DEXcell FA Glass Mat
. cellular lightweight Repair LWC . i
Min. 22 ga., concrete spalls with (Optional) One or more LRFIA or Roof Board, SECUROCK LRFIA 6- BP-SEBS (Optional) AlphaGuard
LWC-11. | type BV, Grade Compressive: 500 bsi CZIcore SBS layer(s), min. 1-inch Trisotech LRFIA(BG), Gypsum-Fiber Roof Board or inch 0’ c or SBS- BP-SEBSor | FCLO, MTS or -82.5
40 steel ) hz | i " P (sanded Bondin G, Trisotech CGF or Trisotech 6-inch o.c. SECUROCK Cement Roof o SEBS SBS-SEBS PUMA FA-RS
Wit raw}?  Trufast FM__ Surface) J Board or min. 7/16-inch
90 Base Sheet Fastener: Y DEXcell Cement Roof Board
170 Ibf
Pre-existent (re-roof Min. 0.1.25—incP.1 TrhemBoard
only), min. 2-inch thick (Optional) AC or min. 0.5-inc
. . 4 DensDeck Prime, DEXcell FA
. . cellular lightweight Repair LWC . i
Min. 2,500 psi concrete spalls with (Optional) One or more LRFIA or Glass Mat Roof Board, LRFIA 6- BP-SEBS (Optional) AlphaGuard
LWC-12. | structural Combressive: 500 bsi CZIcore SBS layer(s), min. 0.5-inch Trisotech LRFIA(BG), SECUROCK Gypsum-Fiber inch 0’ . or SBS- BP-SEBS or FCLO, MTSor | -277.5
concrete ; hz | i " P (sanded Bondin G, Trisotech CGF or Trisotech 6-inch o.c. Roof Board or SECUROCK o SEBS SBS-SEBS PUMA FA-RS
Wit raw:  Trufast FM" surface) g Cement Roof Board or min.
90 Base Sheet Fastener: 7/16-inch DEXcell Cement
170 Iof Roof Board
TORCH-APPLIED BASE PLY:
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS - REROOF (TEAR-OFF)

SysTem TypPe A-1: LWC 10 Deck, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

S

5 Lightweight Concrete (Note 14) Base Insulation Coverboard Roof Cover (Note 15) N
v;t:m Deck (Note 1) Type Surfacin, Type Attach Type Attach Base Pl Pl LARS (psf)*
yp J P (Notes 6,7,8) yp (Notes 6,7,8) Y Y
Min. 22 Pre-existent (re-roof . ¢
ty;)”e' " Gg::’de only), min. 2-inch thick o‘f’fr) r‘:g:ir(t‘;:g (Optional) One or more, Min. 1-
4 cellular lightweight ’ inch Trisotech G, Trisotech CGF
LWC-13 40 steel or concrete spalls with !I:(i:sote:f: :rcwr ’ Grlzsa?'de;ol iso’ LRFIA or Min. 0.25-inch SECUROCK LRFIA or SBS-TA (Optional) /:(l;proaG&?rrsdor 525
C| min2,500psi | o 350 psi Celcore SBS Ietation H_Shgiild ISOGAKD LRFIA(BG) Gypsum-Fiber Roof Board LRFIA(BG) SBS-TA PUMA FARS :
structural Withd I.V Fast: (Sanded Bonding GLlor MuI;i-Max FAI3
concrete ithdrawal, Versa-Fast: Surface)
260 Ibf
Pre-existent (re-roof . .
only), min. 2-inch thick (Optional) M'_n' 0.5 DRQReck
) cellular lightweight Repair LWC ) Prime, DEXcell FA Glass Mat
Min. 22 ga., concrete soalls with (Optional) One or more LRFIA or Roof Board, SECUROCK LRFIA 6- (Optional) AlphaGuard
LWC-14. | type BV, Grade Compressive: 500 bsi Czlcore SBS layer(s), min. 1-inch Trisotech LRFIA(BG), Gypsum-Fiber Roof Board or inch 0’ c SBS-TA SBE—TA FC LO, MTS or -82.5
40 steel W'thz | T " pt M (sanded Bonding G, Trisotech CGF or Trisotech 6-inch o.c. SECUROCK Cement Roof o PUMA FA-RS
ithdrawal, Trufas - . .
’ Board or min. 7/16-inch
?(7)08;—:;? Sheet Fastener: Surface) DEXcell Cement Roof Board
Pre-existent (re-roof . .
only), min. 2-inch thick (Optional) M!n. 0.5-inch DensDeck
. ) cellular lightweight Repair LWC ) Prime, DEXcell FA Glass Mat
Min. 2,500 psi concrete spalls with (Optional) One or more LRFIA or Roof Board, SECUROCK LRFIA. 6- (Optional) AlphaGuard
LWC-15. | structural Compressive: 500 bsi CZIcore SBS layer(s), min. 0.5-inch Trisotech | LRFIA(BG), Gypsum-Fiber Roof Board or inch c; c SBS-TA SBFS)-TA FCLO, MTSor | -277.5
concrete W'ch | T f Fl M (sanded Bonding G, Trisotech CGF or Trisotech 6-inch o.c. SECUROCK Cement Roof o PUMA FA-RS
ithdrawal, Trufas - . X
’ Board or min. 7/16-inch
51)(7)OBI6\bee Sheet Fastener: Surface) DEXcell Cement Roof Board
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NEmoO | etc.e
TABLE 48: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SySTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

S Lightweight Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (Note 15) N
ec| .
Sys No. Concrete Fasten Barrier Attach Attach Base
(Note 1) Type Attach Type Type Pl LARS (psf)
(Note 14) w (Note 11) (Note 15) be (Notes 6,7,8) o (Notes 6,7,8) Ply Y
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 1-inch Trisotech
ELASTIZELL Tremco 7-incho.c. at 'IG'l:i;rontSeoct:Ch cer LRFIA or m:;eozDle;l(:Z: E:rgllz?::k
FLA994): -i , )
Min. 22 ga., (H())‘ . BURmastic Twin Loc- ‘71-::2: I;[::s:tnd EnergyGuard Polyiso Eiglgfﬁik Mat Roof Board or AlohaGuard
type BV, M!”‘ o phs" Composite Ply | Nail wo (2) © (Optional) | Insulation, H-shield, | '(ribbons SECUROCK Gypsum-Fiber | oo\ BP-CAS | (Optional) | _ chO TS
LWC-16. | Grade 40 th!nl; é:"ct_ ;| HTBURmastic | Assembled | U° L% BP-CASor | ISOGARD GL, ol boouar | Roof Board or min. 0.5- LRFIABG) orss- | BP-CASor | _“oo -45.0
steel; 6 ft Ick, tlastize Composite Ply | Fastener quatly SBS-CAS ISOGARD CG, Multi- inch SECUROCK Cement CAS SBS-CAS
Range IlI Cellular . K ” spaced, anchor sheet ) FA-RS
span c te with Premium (min. 1.7 staggered Max FA3 or UltraMax fastener Roof Board or min. 7/16-
ZOITge € “F”b embed) cengtger rows or Styrofoam Brand rows) inch DEXcell Cement Roof
ell-Crete Fibers Roofmate, Highload Board
60 or Plazamate
Min. 1-inch Trisotech
ELASTIZELL 7-inch o.c. at ?r'ig';"cfd‘ CGF, LRFIA or
(FLA994): i N '
Min. 22 ga., 4 . BURmas.tlc Tremco 4 !nch laps and EnergyGuard Polyiso LRF,IA(BG)'
Min. 430 psi, Composite Ply K 7-inch o.c. at . . . ~8-inch o.c. . AlphaGuard
type BV, Min. 2-inch HT or Twin Loc- three (3) (Optional) Insulation, H-Shield, (ribbons shall | Min. 0.125-inch LRFIA or BP-CAS (Optional) FCLO, MTS
LWC-17. | Grade 80 th!nl; é:"ct_ i | BuRmastic Nails (min. | 0 = BP-CASor | ISOGARD GL, s - TremBourd AC LRFIA(BG), 8- | orSBS- | BP-CASor | ~“oit /) 525
steel; 6 ft Ick, Hastize i 17" quatly SBS-CA5 | ISOGARD CG, Multi- inch o.c. cAs SBS-CAS
Range Il Cellular | Composite Ply spaced, anchor sheet FA-RS
span . . embed) Max FA3, UltraMax
Concrete with Premium staggered fastener
Zell-C Fib enter rows or Styrofoam Brand rows)
ell-Crete Fibers ¢ Roofmate, Highload
60 or Plazamate
Min. 1-inch Trisotech
stz v | o
FL4994): -i ! ’
Min. 22 ga., (lm())_ . BURmastic Twin Loc- ;_::2: I:;():s:tnd EnergyGuard Polyiso EZE':C(:?'C Mat Roof Board or AlohaGuard
type BV, Mf”' o phs'" Composite Ply | Nail threela), (Optional) | Insulation, H-shield, | "5 | SECUROCK Gypsum-Fiber | LRFIA or BP-CA5 | (Optional) Fcho TS
LWC-18. | Grade 80 th!nl; é:”cf || HT.BURmastic | Assembled | BP-CASor | ISOGARD GL, be over Roof Board or min. 0.5- LRFIA(BG), 8 | orSBS- | BP-CASor | ~“oit -60.0
steel; 6 ft Ick, Hlastize Composite Ply | Fastener quatly SBS-CAS ISOGARD CG, Multi- inch SECUROCK Cement inch o.c. CAS SBS-CAS
Range Ill Cellular . . " spaced, anchor sheet K FA-RS
span c te with Premium (min. 1.7 stageered Max FA3 or UltraMax fastener Roof Board or min. 7/16-
oncrete w! embed) E8 or Styrofoam Brand inch DEXcell Cement Roof
Zell-Crete Fibers center rows . rows)
Roofmate, Highload Board
60 or Plazamate
©ONEMO ETC LLC P.E. EVALUATION REPORT: 8™ EDITION FBC NON-HVHZ PEER-TRM-004.A.R11 for FL15545-R11 (NON-HVHZ)
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TABLE 4c: LIGHTWEIGHT CONCRETE DECKS — REROOF (TEAR-OFF) oOR RECOVER

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)
System Deck — MDP
No. (Note 1) Type Surfacing Type astener Top Layer Attach Base Ply Ply LARS (psf)
(Note 11)
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Base L : (Optional) O
Min. 22 ga., Pre-existent, Repair LWC ase ay'er(s) .( P |o.na ) One or Trufast Versa
X ) A more, min. 1-inch thick FBC
type B, Grade min. 2-inch spalls with Abproved polvisocvanurate or Fastener & Plate; AlphaGuard
40 steel or thick, min. 350 Celcore SBS F.)p P y ¥ . . 2 screws per plate 1 per 2.7 ft2 BP-CA6 or (Optional) BP-CA6 P
A ) . mineral wool insulation, loose laid X o FC LO, MTS or -45.0
min. 2,500 psi | psicellular (Sanded . R installed 180° into | (12 per 4x8 ft board) SBS-CA6 or SBS-CA6
. R R Top Layer: Min. 0.5-inch PUMA FA-RS
structural lightweight Bonding . the holes of the
SECUROCK Gypsum-Fiber Roof x
concrete concrete Surface) plate
Board
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top - 3
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
LWC-19. -
28 2 S < <
O R0 2 L0 2 O
20 2 o O o
Base L : (Optional) O
Min. 22 ga., Pre-existent, Repair LWC magfe ?‘r:lier:(sl)—ir(\cﬁ tlﬁi:i LB(?E or Trufast Versa 1 per 1.8 ft?
type B, Grade m|.n. 2—n'1ch spalls with Approved polyisocyanurate or Fastener & Plate; (12 pla.tes.per 4x8 ft . AlphaGuard
40 steel or thick, min. 350 Celcore SBS . Y . . 2 screws per plate | board in field of board, BP-CA6 or (Optional) BP-CA6
A . . mineral wool insulation, loose laid X .. X FC LO, MTS or -60.0
min. 2,500 psi psi cellular (Sanded . R installed 180° into plus 1 partin corner, 2 SBS-CA6 or SBS-CA6
. R R Top Layer: Min. 0.5-inch PUMA FA-RS
structural lightweight Bonding _ the holes of the parts on short edge and
SECUROCK Gypsum-Fiber Roof «
concrete concrete Surface) Board plate 3 parts on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top & A A <
LWC-20 coat. Field withdrawal resistance testing (Note 11) shall yield minimum 214 Ibf. v 4 v s
< S g <o <
<O
O O O O
<
28 2 28 2 20 2 O
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TABLE 4c: LIGHTWEIGHT CONCRETE DECKS — REROOF (TEAR-OFF) oR RECOVER
SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmMO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15
System Deck — MDP
No. Note 1 . astener o
o (Note 1) Type Surfacing Type —— Top Layer Attach Base Ply Ply LARS S
Min. 22 ga., Pre-existent, Repair LWC Base Layer(s): (Optional) One or Trufast Versa 1 per 1.3 f©
type B, Grade min. 2-inch spalls with more, min. 1-inch thick FBC Fastener & Plate; )
) A ) (18 plates per 4x8 ft ) AlphaGuard
40 steel or thick, min. 350 Celcore SBS Approved polyisocyanurate or 2 screws per plate board in field of board SBS-CAG (Optional) BP-CA6 FC LO. MITS or 675
min. 2,500 psi | psi cellular (Sanded mineral wool insulation, loose laid | installed 180° into ?ars 'S rlte OI & or SBS-CA6 PUMA’ FARS '
structural lightweight Bonding Top Layer: Min. 1/8-inch the holes of the pdus parts on long
concrete concrete Surface) TremBoard AC plate* edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 180 Ibf.
LWC-21.
Base Layer(s): (Optional) One or
Min. 22 ga., Pre-existent, Repair LWC y. ( ).( pu . ) Trufast Versa 1 per 1.3 ft?
type B, Grade | min. 2-inch spalls with more, min. 2ach thRgFaC Fastener & Plate (18 plat 4x8 ft
: in. 2- ) 4 plates per 4x:
A d pol t
40 steel or thick, min. 350 | Celcore SBS pRrove P oty aIe e O | 2screws per plate | board in field of board BP-CAGor | (Optional) BP-CAG | A Phacuard
A . . mineral wool insulation, loose laid X N X ’ FC LO, MTS or -97.5
min. 2,500 psi | psicellular (Sanded . h installed 180° into | plus 1 part in corner, 2 SBS-CA6 or SBS-CA6
. K R Top Layer: Min. 0.5-inch PUMA FA-RS
structural lightweight Bonding . the holes of the parts on short edge and
SECUROCK Gypsum-Fiber Roof *
concrete concrete Surface) Board plate 3 parts on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top e i N v X <
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 259 Ibf. = 4 v
Lwe-22. o o o o
o o o )
O O O O
O O o <
< 2 2t O
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TABLE 4c: LIGHTWEIGHT CONCRETE DECKS — REROOF (TEAR-OFF) oOR RECOVER

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)
System Deck — MDP
No. (Note 1) Type Surfacing Type astener Top Layer Attach Base Ply Ply LARS (psf)
(Note 11)
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Base L : (Optional) O
Min. 22 ga., Pre-existent, Repair LWC ase ay'er(s) .( P |o.na ) One or Trufast Versa
X ) A more, min. 1-inch thick FBC
type B, Grade min. 2-inch spalls with Abproved polvisocvanurate or Fastener & Plate; AlphaGuard
40 steel or thick, min. 350 Celcore SBS F.)p P y ¥ . . 2 screws per plate 1 per 2.7 ft2 BP-CAS5 or (Optional) BP- P
A ) . mineral wool insulation, loose laid X o FC LO, MTS or -45.0
min. 2,500 psi psi cellular (Sanded . R installed 180° into (12 per 4x8 ft board) SBS-CAS5 CAS5 or SBS-CA5
. R R Top Layer: Min. 0.5-inch PUMA FA-RS
structural lightweight Bonding . the holes of the
SECUROCK Gypsum-Fiber Roof x
concrete concrete Surface) plate
Board
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top @ 3
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
LWC-23. =
< 2o O
O 20 2 o
O O 0
Base L : (Optional) O
Min. 22 ga., Pre-existent, Repair LWC magfe ?‘r:lier:(sl)—ir(\cﬁ tlﬁi:i LB(?E or Trufast Versa 1 per 1.8 ft2
type B, Grade m|.n. 2—n'1ch spalls with Approved polyisocyanurate or Fastener & Plate; (12 pla.tes.per 4x8 ft ) AlphaGuard
40 steel or thick, min. 350 Celcore SBS . Y . . 2 screws per plate | board in field of board, BP-CAS5 or (Optional) BP-
A . . mineral wool insulation, loose laid X .. X FC LO, MTS or -60.0
min. 2,500 psi | psi cellular (Sanded . R installed 180° into plus 1 part in corner, 2 SBS-CA5 CAS or SBS-CAS
. R R Top Layer: Min. 0.5-inch PUMA FA-RS
structural lightweight Bonding _ the holes of the parts on short edge and
SECUROCK Gypsum-Fiber Roof «
concrete concrete Surface) Board plate 3 parts on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A <
LWC-24 coat. Field withdrawal resistance testing (Note 11) shall yield minimum 214 Ibf. v b 2 v &
aCe S g O 28 2
<5
o O L0 4 o
<
O O 80 2 O
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NEmMO | etc.e

TABLE 4c: LIGHTWEIGHT CONCRETE DECKS — REROOF (TEAR-OFF) oR RECOVER
SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15
System Deck — MDP
No. Note 1 . astener e
o (Note 1) Type Surfacing Type — Top Layer Attach Base Ply Ply LARS (psf)
. X . Base Layer(s): (Optional) One or
Min. 22 ga., Pre-existent, Repair LWC . } K Trufast Versa 5
| _ . more, min. 1-inch thick FBC 1per1.3ft
type B, Grade min. 2-inch spalls with . Fastener & Plate;
. ) Approved polyisocyanurate or (18 plates per 4x8 ft ) AlphaGuard
40 steel or thick, min. 350 Celcore SBS . . . . 2 screws per plate . BP-CAS or (Optional) BP-
: . . mineral wool insulation, loose laid X o board in field of board, FC LO, MTS or -67.5
min. 2,500 psi | psicellular (Sanded ) . installed 180° into SBS-CA5 CAS5 or SBS-CAS
. . ) Top Layer: Min. 1/8-inch plus 6 parts on long PUMA FA-RS
structural lightweight Bonding R the holes of the
concrete concrete Surface) TremBoard AC or Blue Ridge plate* edge)
STURDY-DEK Asphaltic Coverboard
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 180 Ibf.
LWC-25.
Base Layer(s): (Optional) One or
Min. 22 ga., Pre-existent, Repair LWC more rr\:in(l)-ir(\d? tlhick LBC Trufast Versa 1 per 1.3 ft2
type B, Grade min. 2-|r-10h spalls with Approved elyisocRnuraRar Fastener & Plate; (18 pla.tes.per 4x8 ft ) AlphaGuard
40 steel or thick, min. 350 Celcore SBS . . . . 2 screws per plate | board in field of board BP-CAS5 or (Optional) BP-
A . . mineral wool insulation, loose laid : .. X / FC LO, MTS or -97.5
min. 2,500 psi | psicellular (Sanded . R installed 180° into plus 1 part in corner, 2 SBS-CA5 CAS or SBS-CAS
. K K Top Layer: Min. 0.5-inch PUMA FA-RS
structural lightweight Bonding . the holes of the parts on short edge and
SECUROCK Gypsum-Fiber Roof «
concrete concrete Surface) Board plate 3 parts on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A v X
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 259 Ibf. = k 4 b 4
LWC-26. e e o o
o o o ) o
< < 202 <o
O O O <>
O < S A S 2
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TABLE 4c: LIGHTWEIGHT CONCRETE DECKS — REROOF (TEAR-OFF) oOR RECOVER

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)
System Deck — MDP
No. (Note 1) Type Surfacing Type astener Top Layer Attach Base Ply Ply LARS (psf)
(Note 11)
HOT-ASPHALT-APPLIED BASE PLY:
Base L : (Optional) O
Min. 22 ga., Pre-existent, Repair LWC ase ay'er(s) .( P |o.na ) One or Trufast Versa
X ) A more, min. 1-inch thick FBC
type B, Grade min. 2-inch spalls with Abproved polvisocvanurate or Fastener & Plate; AlphaGuard
40 steel or thick, min. 350 Celcore SBS F.)p P y ¥ . . 2 screws per plate 1 per 2.7 ft2 BP-AA or (Optional) BP-AA P
A ) . mineral wool insulation, loose laid X o FC LO, MTS or -45.0
min. 2,500 psi psi cellular (Sanded . R installed 180° into (12 per 4x8 ft board) SBS-AA or SBS-AA
. R R Top Layer: Min. 0.5-inch PUMA FA-RS
structural lightweight Bonding . the holes of the
SECUROCK Gypsum-Fiber Roof x
concrete concrete Surface) plate
Board
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top @ 3
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
LWC-27. B
< < 20 2 O
O 20 2 o 20 2
O o O 0
Base L : (Optional) O
Min. 22 ga., Pre-existent, Repair LWC magfe ?‘r:lier:(sl)—ir(\cﬁ tlﬁi:i LB(?E or Trufast Versa 1 per 1.8 ft2
type B, Grade m|.n. 2—n'1ch spalls with Approved polyisocyanurate or Fastener & Plate; (12 pla.tes.per 4x8 ft ) AlphaGuard
40 steel or thick, min. 350 Celcore SBS . Y . . 2 screws per plate | board in field of board, BP-AA or (Optional) BP-AA
A . . mineral wool insulation, loose laid X .. X FC LO, MTS or -60.0
min. 2,500 psi psi cellular (Sanded . K installed 180° into plus 1 part in corner, 2 SBS-AA or SBS-AA
. R R Top Layer: Min. 0.5-inch PUMA FA-RS
structural lightweight Bonding _ the holes of the parts on short edge and
SECUROCK Gypsum-Fiber Roof «
concrete concrete Surface) Board plate 3 parts on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A <
LWC-28 coat. Field withdrawal resistance testing (Note 11) shall yield minimum 214 Ibf. v b 2 v &
aCe S g O 28 2
<5
o O L0 4 o
<
O O 80 2 O
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TABLE 4c: LIGHTWEIGHT CONCRETE DECKS — REROOF (TEAR-OFF) oR RECOVER
SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15
System Deck — MDP
No. Note 1 . astener e
o (Note 1) Type Surfacing Type — Top Layer Attach Base Ply Ply LARS (psf)
. X . Base Layer(s): (Optional) One or
Min. 22 ga., Pre-existent, Repair LWC . } K Trufast Versa 5
| _ . more, min. 1-inch thick FBC 1per1.3ft
type B, Grade min. 2-inch spalls with . Fastener & Plate;
. ) Approved polyisocyanurate or (18 plates per 4x8 ft ) AlphaGuard
40 steel or thick, min. 350 Celcore SBS . . . . 2 screws per plate . BP-AA or (Optional) BP-AA
: . . mineral wool insulation, loose laid X o board in field of board, FC LO, MTS or -67.5
min. 2,500 psi | psicellular (Sanded ) . installed 180° into SBS-AA or SBS-AA
. . ) Top Layer: Min. 1/8-inch plus 6 parts on long PUMA FA-RS
structural lightweight Bonding R the holes of the
concrete concrete Surface) TremBoard AC or Blue Ridge plate* edge)
STURDY-DEK Asphaltic Coverboard
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top
LWC.29 coat. Field withdrawal resistance testing (Note 11) shall yield minimum 180 Ibf.
Base Layer(s): (Optional) One or
Min. 22 ga., Pre-existent, Repair LWC more nrin(l)-ir('ncr? thick LBC Trufast Versa 1 per 1.3 ft2
type B, Grade min. 2-|r.10h spalls with ApprovedgN s San Ry or Fastener & Plate; (18 pla.tes.per 4x8 ft ) AlphaGuard
40 steel or thick, min. 350 | Celcore SBS . . \ . 2 screws per plate | board in field of board, BP-AA or (Optional) BP-AA
A . . mineral wool insulation, loose laid X .. X FC LO, MTS or -97.5
min. 2,500 psi | psicellular (Sanded \ R installed 180° into plus 1 part in corner, 2 SBS-AA or SBS-AA
. K R Top Layer: Min. 0.5-inch PUMA FA-RS
structural lightweight Bonding ) the holes of the parts on short edge and
SECUROCK Gypsum-Fiber Roof %
concrete concrete Surface) Board plate 3 parts on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 259 Ibf. = : v v
LWC-30. R o2 < O o
~ >
o e 202 o
< 2°g 2’ \'g
e 2 < 2t g S
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TABLE 4c: LIGHTWEIGHT CONCRETE DECKS — REROOF (TEAR-OFF) oOR RECOVER

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)
System Deck — MDP
No. (Note 1) Type Surfacing Type astener Top Layer Attach Base Ply Ply LARS (psf)
(Note 11)
Base L : (Optional) O
Min. 22 ga., Pre-existent, Repair LWC ase ay'er(s) .( P |o.na ) One or Trufast Versa
X ) A more, min. 1-inch thick FBC
type B, Grade min. 2-inch spalls with Abproved polvisocvanurate or Fastener & Plate; AlphaGuard
40 steel or thick, min. 350 Celcore SBS F.)p P y ¥ . . 2 screws per plate 1 per 2.7 ft2 (Optional) SBS- P
. . . mineral wool insulation, loose laid X .. SBS-AA FC LO, MTS or -45.0
min. 2,500 psi psi cellular (Sanded . L installed 180° into (12 per 4x8 ft board) TA
. R R Top Layer: Min. 0.5-inch PUMA FA-RS
structural lightweight Bonding . the holes of the
SECUROCK Gypsum-Fiber Roof x
concrete concrete Surface) plate
Board
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top @ )
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
LWC-31. =
< < 202 <
O R0 2 L0 2 O
O 28 2 o 2o
Base L : (Optional) O
Min. 22 ga., Pre-existent, Repair LWC magfe 2,?nr(sl)_ir(‘cﬁ tlr?ircli )FB(?e or Trufast Versa 1 per 1.8 ft?
%pet B, IGrade ;rr\]l.nl.(z-lﬁchaso zp?lls wgl;s Approved N T an e or ;astener & Plaltet; le p(;za.te:. plzr 4fxt8) ft . (Optional) SBS AlphaGuard
.s eetor . |.c » min. eicore mineral wool insulation, loose laid : screws perop.a € oarain |e' ot boara, SBS-AA ptiona ) FC LO, MTS or -60.0
min. 2,500 psi | psi cellular (Sanded N X installed 180° into plus 1 partin corner, 2 TA
. R R Top Layer: Min. 0.5-inch PUMA FA-RS
structural lightweight Bonding . the holes of the parts on short edge and
SECUROCK Gypsum-Fiber Roof «
concrete concrete Surface) Board plate 3 parts on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A <
LWC-32 coat. Field withdrawal resistance testing (Note 11) shall yield minimum 214 Ibf. L4 b v N
< S g O o
5
o O L0 4 o
<
< o O o
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TABLE 4c: LIGHTWEIGHT CONCRETE DECKS — REROOF (TEAR-OFF) oR RECOVER
SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmMO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15
System Deck — MDP
No. Note 1 . astener e
o (Note 1) Type Surfacing Type —— Top Layer Attach Base Ply Ply LARS S
. X . Base Layer(s): (Optional) One or
Min. 22 ga., Pre-existent, Repair LWC . } K Trufast Versa 5
| _ . more, min. 1-inch thick FBC 1per1.3ft
type B, Grade min. 2-inch spalls with . Fastener & Plate;
. ) Approved polyisocyanurate or (18 plates per 4x8 ft ) AlphaGuard
40 steel or thick, min. 350 Celcore SBS K . ) . 2 screws per plate .. (Optional) SBS-
: . . mineral wool insulation, loose laid X o board in field of board, SBS-AA FC LO, MTS or -67.5
min. 2,500 psi | psicellular (Sanded ) ) installed 180° into TA
. . ) Top Layer: Min. 1/8-inch plus 6 parts on long PUMA FA-RS
structural lightweight Bonding R the holes of the
concrete concrete Surface) TremBoard AC or Blue Ridge plate* edge)
STURDY-DEK Asphaltic Coverboard
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 180 Ibf.
LWC-33.
Base Layer(s): (Optional) One or
Min. 22 ga., Pre-existent, Repair LWC more rr\:in(l)-ir(\c: tlhick LBC Trufast Versa 1 per 1.3 ft2
%pet B, IGrade ml.nl.(Z-lﬂchaso szlalls WI;ES Approved polyisocyanurate or ;astener & Plaltet; (b18 p(;a.te: pltzr 4sz ft . (Optional) sB5 AlphaGuard
,S eelor . |.c » min. elcore mineral wool insulation, loose laid : Screws perop.a € oardin |e‘ ot board, SBS-AA ptiona - FC LO, MTS or -97.5
min. 2,500 psi | psicellular (Sanded . R installed 180° into plus 1 part in corner, 2 TA
. K K Top Layer: Min. 0.5-inch PUMA FA-RS
structural lightweight Bonding . the holes of the parts on short edge and
SECUROCK Gypsum-Fiber Roof «
concrete concrete Surface) Board plate 3 parts on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A v X
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 259 Ibf. = k 4 b 3
LWC34. o e o o
o o o .
< e 202 <
o o o <
e < S A S 2
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TABLE 4c: LIGHTWEIGHT CONCRETE DECKS — REROOF (TEAR-OFF) oOR RECOVER

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)
System Deck — MDP
No. (Note 1) Type Surfacing Type astener Top Layer Attach Base Ply Ply LARS (psf)
(Note 11)
SEBS-APPLIED BASE PLY:
Base L : (Optional) O
Min. 22 ga., Pre-existent, Repair LWC ase ay'er(s) .( P |o.na ) One or Trufast Versa
X ) A more, min. 1-inch thick FBC
type B, Grade min. 2-inch spalls with Abproved polvisocvanurate or Fastener & Plate; AlphaGuard
40 steel or thick, min. 350 Celcore SBS mFi)r:)eraI wopol \i/nsul.‘\:tion loose laid 2 screws per plate | 1 per2.7 ft2 BP-SEBS or (Optional) BP- FCpLO MTS or 45.0
min. 2,500 psi | psicellular (Sanded . L installed 180° into | (12 per 4x8 ft board) SBS-SEBS SEBS or SBS-SEBS ! '
. R R Top Layer: Min. 0.5-inch PUMA FA-RS
structural lightweight Bonding . the holes of the
SECUROCK Gypsum-Fiber Roof x
concrete concrete Surface) plate
Board
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top @ 3
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
LWC-35. =
< < 2o O
O O 20 2 o
O o O O
Base L : (Optional) O
Min. 22 ga., Pre-existent, Repair LWC magfe ?‘r:lier:(sl)—ir(\cﬁ tlﬁi:i LB(?E or Trufast Versa 1 per 1.8 ft?
type B, Grade m|.n. 2—n'1ch spalls with Approved polyisocyanurate or Fastener & Plate; (12 pla.tes.per 4x8 ft ) AlphaGuard
40 steel or thick, min. 350 Celcore SBS . Y . . 2 screws per plate | board in field of board, BP-SEBS or (Optional) BP-
A . . mineral wool insulation, loose laid X .. X FC LO, MTS or -60.0
min. 2,500 psi | psicellular (Sanded . ] installed 180° into | plus 1 part in corner, 2 SBS-SEBS SEBS or SBS-SEBS
. R R Top Layer: Min. 0.5-inch PUMA FA-RS
structural lightweight Bonding _ the holes of the parts on short edge and
SECUROCK Gypsum-Fiber Roof «
concrete concrete Surface) Board plate 3 parts on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A <
LWC-36 coat. Field withdrawal resistance testing (Note 11) shall yield minimum 214 Ibf. v b 2 v &
aCe S g O 28 2
<5
o o L0 4 o
<
O O 80 2 o
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TABLE 4c: LIGHTWEIGHT CONCRETE DECKS — REROOF (TEAR-OFF) oR RECOVER
SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15
System Deck — MDP
No. Note 1 . astener e
o (Note 1) Type Surfacing Type — Top Layer Attach Base Ply Ply LARS (psf)
. X . Base Layer(s): (Optional) One or
Min. 22 ga., Pre-existent, Repair LWC . } K Trufast Versa 5
| _ . more, min. 1-inch thick FBC 1per1.3ft
type B, Grade min. 2-inch spalls with . Fastener & Plate;
. ) Approved polyisocyanurate or (18 plates per 4x8 ft ) AlphaGuard
40 steel or thick, min. 350 Celcore SBS . . . . 2 screws per plate . BP-SEBS or (Optional) BP-
: . . mineral wool insulation, loose laid X o board in field of board, FC LO, MTS or -67.5
min. 2,500 psi | psicellular (Sanded ) . installed 180° into SBS-SEBS SEBS or SBS-SEBS
. . ) Top Layer: Min. 1/8-inch plus 6 parts on long PUMA FA-RS
structural lightweight Bonding R the holes of the
concrete concrete Surface) TremBoard AC or Blue Ridge plate* edge)
STURDY-DEK Asphaltic Coverboard
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 180 Ibf.
LWC-37.
Base Layer(s): (Optional) One or
Min. 22 ga., Pre-existent, Repair LWC more rr\:in(l)-ir(\d? tlhick LBC Trufast Versa 1 per 1.3 ft2
type B, Grade min. 2-|r-10h spalls with Approved elyisocRnuraRar Fastener & Plate; (18 pla.tes.per 4x8 ft ) AlphaGuard
40 steel or thick, min. 350 Celcore SBS . . . . 2 screws per plate | board in field of board BP-SEBS or (Optional) BP-
A . . mineral wool insulation, loose laid : .. X / FC LO, MTS or -97.5
min. 2,500 psi | psicellular (Sanded . R installed 180° into plus 1 part in corner, 2 SBS-SEBS SEBS or SBS-SEBS
. K K Top Layer: Min. 0.5-inch PUMA FA-RS
structural lightweight Bonding . the holes of the parts on short edge and
SECUROCK Gypsum-Fiber Roof «
concrete concrete Surface) Board plate 3 parts on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A v X
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 259 Ibf. = k 4 b 4
LWC-38. e e o o
o o o ) o
< < 202 <o
O O O <>
O < S A S 2
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TABLE 4c: LIGHTWEIGHT CONCRETE DECKS — REROOF (TEAR-OFF) oOR RECOVER

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)
System Deck — MDP
No. (Note 1) Type Surfacing Type astener Top Layer Attach Base Ply Ply LARS (psf)
(Note 11)
TORCH-APPLIED BASE PLY:
Base L : (Optional) O
Min. 22 ga., Pre-existent, Repair LWC ase ay'er(s) .( P |o.na ) One or Trufast Versa
X ) A more, min. 1-inch thick FBC
type B, Grade min. 2-inch spalls with Abproved polvisocvanurate or Fastener & Plate; AlphaGuard
40 steel or thick, min. 350 Celcore SBS F.)p P y ¥ . . 2 screws per plate 1 per 2.7 ft2 (Optional) SBS- P
A ) . mineral wool insulation, loose laid X o SBS-TA FC LO, MTS or -45.0
min. 2,500 psi psi cellular (Sanded . R installed 180° into (12 per 4x8 ft board) TA
. R R Top Layer: Min. 0.5-inch PUMA FA-RS
structural lightweight Bonding . the holes of the
SECUROCK Gypsum-Fiber Roof x
concrete concrete Surface) plate
Board
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top @ 3
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
LWC-39. =
< 2o O
O 20 2 o
O O 0
Base L : (Optional) O
Min. 22 ga., Pre-existent, Repair LWC magfe ?‘r:lier:(sl)—ir(\cﬁ tlﬁi:i LB(?E or Trufast Versa 1 per 1.8 ft?
type B, Grade m|.n. 2—n'1ch spalls with Approved polyisocyanurate or Fastener & Plate; (12 pla.tes.per 4x8 ft ) AlphaGuard
40 steel or thick, min. 350 Celcore SBS . Y . . 2 screws per plate | board in field of board, (Optional) SBS-
A . . mineral wool insulation, loose laid X .. X SBS-TA FC LO, MTS or -60.0
min. 2,500 psi | psi cellular (Sanded . R installed 180° into plus 1 part in corner, 2 TA
. R R Top Layer: Min. 0.5-inch PUMA FA-RS
structural lightweight Bonding _ the holes of the parts on short edge and
SECUROCK Gypsum-Fiber Roof «
concrete concrete Surface) Board plate 3 parts on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A <
LWC-40 coat. Field withdrawal resistance testing (Note 11) shall yield minimum 214 Ibf. v b 2 v &
aCe S g O 28 2
<5
o o L0 4 o
<
O O 80 2 O
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NEmMO | etc.e

TABLE 4c: LIGHTWEIGHT CONCRETE DECKS — REROOF (TEAR-OFF) oR RECOVER
SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15
System Deck — MDP
No. Note 1 . astener e
o (Note 1) Type Surfacing Type — Top Layer Attach Base Ply Ply LARS (psf)
. X . Base Layer(s): (Optional) One or
Min. 22 ga., Pre-existent, Repair LWC . } K Trufast Versa 5
| _ . more, min. 1-inch thick FBC 1per1.3ft
type B, Grade min. 2-inch spalls with . Fastener & Plate;
. ) Approved polyisocyanurate or (18 plates per 4x8 ft ) AlphaGuard
40 steel or thick, min. 350 Celcore SBS K . ) . 2 screws per plate .. (Optional) SBS-
: . . mineral wool insulation, loose laid X o board in field of board, SBS-TA FC LO, MTS or -67.5
min. 2,500 psi | psicellular (Sanded ) ) installed 180° into TA
. . ) Top Layer: Min. 1/8-inch plus 6 parts on long PUMA FA-RS
structural lightweight Bonding R the holes of the
concrete concrete Surface) TremBoard AC or Blue Ridge plate* edge)
STURDY-DEK Asphaltic Coverboard
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top
WCAL coat. Field withdrawal resistance testing (Note 11) shall yield minimum 180 Ibf.
Base Layer(s): (Optional) One or
Min. 22 ga., Pre-existent, Repair LWC more nrin(l)-ir('ncr? thick LBC Trufast Versa 1 per 1.3 ft2
Z\:)pet B, IGrade ;El.nl.(Z-lﬂchaso ::pzlalls wgl;s ApprovedgN s San Ry or ;astener & Plaltet; LlS p(;za.te:. p:jr 4fx§ ft . Ontional) S8 AlphaGuard
.s eel or . |.c » min. elcore mineral wool insulation, loose laid X screws perop‘a € oardin |e‘ ot boara, SBS-TA (Optional) - FC LO, MTS or -97.5
min. 2,500 psi | psicellular (Sanded \ R installed 180° into plus 1 part in corner, 2 TA
. K R Top Layer: Min. 0.5-inch PUMA FA-RS
structural lightweight Bonding ) the holes of the parts on short edge and
SECUROCK Gypsum-Fiber Roof %
concrete concrete Surface) Board plate 3 parts on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 259 Ibf. = : v v
Lwe-42. e o o o
~ >
o e 202 o
< 2°g 2’ \'g
e 2 < 2t g S

©ONEMO ETC LLC
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TABLE 4p: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmoO | etc.e

SYsTEM TYPE E-2: LWC 10 DECK, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15)
System Deck s o MDP
ec astener
No. Note 1 LW I Repai B i Base PI LAR sf
(Note 1) — (o Sealer epair ase Note 11 Spacing ase Ply(s) S (psf)
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
. CELCORE (FL2037): - . 3 .
Min. 22 ga., Celcore S-1 - T . i For reroof (tear BURmastic Glass 9-inch o.c. at the min. 3-
Min. 440 psi, Min. 2-inch thick, | Celcore PVA | off), repair LWC ) Tremco FM-90 ; R AlphaGuard
Type BV, Grade | Deck . ) Ply or BURmastic inch laps and 12-inch BP-CA6 or
LWC-43. 40 steel: 5 ft Preparation Celcore MF Cellular Concrete Curing spalls with Celcore Composite PI Base Sheet o.c. at two (2) equall SBS-CAG FC LO, MTS or -45.0
! P with Celcore HS Rheology Compound SBS (Sanded P v Fastener \ quatly PUMA FA-RS
span Slurry . . . HT spaced center rows
Modifying Admixture Bonding Surface)
(Optional) CELCORE (FL2037): For reroof (tear- . . .
22 ga. B BUR | 7-inch o.c. h .3-
ga., type Celcore -1 Min. 350 psi, Min. 2-inch thick, | Celcore PVA | off), repair LWC URmastic Glass | o ppmegg | /7inch o.c.atthe min. 3 AlphaGuard
or BV, Grade . . Ply or BURmastic inch laps and 7-inch o.c. BP-CA6 or
LWC-44. 33 steel: 6 ft Deck Celcore MF Cellular Concrete Curing spalls with Celcore Composite Pl Base Sheet at two (2) equall SBS-CAG FC LO, MTS or -60.0
span ! Preparation with Celcore HS Rheology Compound SBS (Sanded HT P v Fastener spaced centctler ro\\/Ns PUMA FA-RS
P Slurry Modifying Admixture Bonding Surface) P
) CELCORE (FL2037): - . . .
Min. 22 ga., Celcore 5-1 - T . . For reroof (tear BURmastic Glass 7-inch o.c. at the min. 3-
Min. 440 psi, Min. 2-inch thick, | Celcore PVA off), repair LWC . Tremco FM-90 X X AlphaGuard
Type BV, Grade | Deck . . Ply or BURmastic inch laps and 7-inch o.c. BP-CA6 or
LWC-45. 40 steel: 5 ft Preparation Celcore MF Cellular Concrete Curing spalls with Celcore Composite Pl Base Sheet at two (2) equall SBS-CAG FC LO, MTS or -67.5
’ P with Celcore HS Rheology Compound SBS (Sanded P ¥ Fastener quatly PUMA FA-RS
span Slurry e . X HT spaced center rows
Modifying Admixture Bonding Surface)
Pre-existent (re-roof only), ootionMeeo] BUR . Trufast Vi
Min. 22 ga., min. 2-inch thick cellular I(_\/\’l)g:::ll)s ;i’::'r Com?;‘:ittlz ply F;:t:iter ?r:jian 9-inch o.c. at 4-inch laps AlphaGuard
BV lightweight concrete ) -inch o.c. BP-CA
LWC-46. El\(/)p:teell' g'fide N/A ¢ o gressive_ 250 o N/A Celcore SBS HT, BURmastic | 2.25”) & Plate; 3 f;)d: 'l:‘:” c’sca:;;‘”" SBS?C:;' FCLO, MTSor | -105.0
span ' ] hz I ’ P ) (Sanded Bonding Composite Ply screws per sta’ :rediegter réws PUMA FA-RS
p Withdrawal: Versa-Fast: Surface) Premium plate* g8
140 Ibf
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
CELCORE (FL2037): For reroof (tear- . . .
| -1 BUR | -inch o.c. at th .3-
22 ga., type BV, gzcclf res Min. 440 psi, Min. 2-inch thick, | Celcore PVA | off), repair LWC PIU OTgﬁ:rfaiffc Tremco FM-90 ?n'c’;fla?a:; tlzel:’c'; 3 6p.CAS or | AlPhaGuard
LWC-47. | Grade 40 steel; Preparation Celcore MF Cellular Concrete Curing spalls with Celcore Cgm osite Pl Base Sheet o.c. at ’:wo (2) equall SBS-CAS FCLO, MTS or -45.0
6 ft span P with Celcore HS Rheology Compound SBS (Sanded P v Fastener o qually PUMA FA-RS
Slurry o ; - HT spaced center rows
Modifying Admixture Bonding Surface)
i | CELCORE (FL2037): F f - . . .
22 ga., type B (Optional) - . ) . or reroo. (tear BURmastic Glass 7-inch o.c. at the min. 3-
Celcore S-1 Min. 350 psi, Min. 2-inch thick, | Celcore PVA | off), repair LWC ) Tremco FM-90 . ) AlphaGuard
or BV, Grade ‘ ) Ply or BURmastic inch laps and 7-inch o.c. | BP-CA5 or
LWC-48. 33 steel: 6 ft Deck Celcore MF Cellular Concrete Curing spalls with Celcore Composite Pl Base Sheet at two (2) equall SBS-CAS FC LO, MTS or -60.0
! Preparation with Celcore HS Rheology Compound SBS (Sanded P v Fastener quatly PUMA FA-RS
span o i . HT spaced center rows
Slurry Modifying Admixture Bonding Surface)
CELCORE (FL2037): For reroof (tear- . . .
22 ga., type BV, (l;zlcclfre N Min. 440 psi, Min. 2-inch thick, | Celcore PVA | off), repair LWC EFZT?J;S:;SC Tremco FM-90 ?nér;]cg O;Ca']:; t;fnrcnhw; ? BP-CAS or AlphaGuard
LWC-49. | Grade 40 steel; Preparation Celcore MF Cellular Concrete Curing spalls with Celcore Cc:,m osite Pl Base Sheet at tonZ) equall - SBS-CAS FCLO, MTS or -67.5
6 ft span P with Celcore HS Rheology Compound SBS (Sanded P v Fastener quatly PUMA FA-RS
Slurry " . . HT spaced center rows
Modifying Admixture Bonding Surface)

©ONEMO ETC LLC
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TABLE 4p: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmoO | etc.e

SYsTEM TYPE E-2: LWC 10 DECK, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15)
System Deck Deck — MDP
No. Note 1 ec LW I Repai B astener i Base PI LAR sf
(Note 1) R C Sealer epair ase Note 11 Spacing ase Ply(s) S (psf)
Min. 22 ga ELASTIZELL (FL4994): For reroof (tear- BURmastic Tremco Twin 7-inch o.c. at 4-inch laps
t e; BV gG;'lade Min. 370 psi, Min. 2-inch thick, off), repair LWC Composite Ply Loc-Nail and 7—in'cl; o twop BP-CAS or AlphaGuard
LWC-50. 4\(/)psteell' 6t None Elastizell Range IlI Cellular None spalls with Celcore HT, BURmastic Assembled (2), equall s' ;:\ced SBS-CAS FC LO, MTS or -45.0
span ! Concrete with Zell-Crete SBS (Sanded Composite Ply Fastener (min. sta, Zredyce:ter rc,)ws PUMA FA-RS
P Fibers Bonding Surface) Premium 1.7” embed) €8
Min. 22 g ELASTIZELL (FL4994): For reroof (tear- BURmastic Tremco Twin 7-inch o.c. at 4-inch laps
¢ e- BY gG:ade Min. 430 psi, Min. 2-inch thick, off), repair LWC Composite Ply Loc-Nail and 7-in.cP.1 0. at thre: BP-CAS or AlphaGuard
LWC-51. 8\(/)psteelr~ 6 ft None Elastizell Range Il Cellular None spalls with Celcore HT, BURmastic Assembled (3), equall s. éced SBS-CAS FCLO, MTS or -60.0
span ! Concrete with Zell-Crete SBS (Sanded Composite Ply Fastener (min. sta, :redyceater rc’)ws PUMA FA-RS
P Fibers Bonding Surface) Premium 1.7” embed) g8
Pre-existent (re-roof only), Obtional) Repai - . Trufast V.
Min. 22 ga., min. 2-inch thick cellular I(_\A‘l)g::;l)s \:i‘t);lr Comry::;]jit’cleC Ply ngt:;ter ((err;ian 9-inch o.c. at 4-inch laps AlphaGuard
lightweight concrete ) - -
Lwcsy, | typeBV,Grade |\ gntwelght ¢ _ N/A Celcore SBS HT, BURmastic | 2.25”) & Plate; 3 | 2nd 9-incho.c.attwo BP-CASOr | Lo, MTS or | -105.0
40 steel; 6 ft Compressive: 450 psi . . (2), equally spaced, SBS-CA5
span ithd I ) (Sanded Bonding Composite Ply screws per staggered center rows PUMA FA-RS
p Withdrawal: Versa-Fast: Surface) Premium plate* g8
140 Ibf
HOT-ASPHALT-APPLIED BASE PLY:
) CELCORE (FL2037): F f - . . .
Min. 22 ga., Celcore S-1 - T X i or reroo. o BURmastic Glass 9-inch o.c. at the min. 3-
Min. 440 psi, Min. 2-inch thick, | Celcore PVA off), repair LWC . Tremco FM-90 X . AlphaGuard
Type BV, Grade | Deck . ) Ply or BURmastic inch laps and 12-inch BP-AA or
LWC-53. 20 steel: 5 ft Preparation Celcore MF Cellular Concrete Curing spalls with Celcore Composite Pl Base Sheet o.c. at two (2) equall SBS-AA FCLO, MTS or -45.0
! P with Celcore HS Rheology Compound SBS (Sanded P v Fastener - quatly PUMA FA-RS
span Slurry e : K HT spaced center rows
Modifying Admixture Bonding Surface)
i CELCORE (FL2037): - . . .
22 ga., type B (Optional) - A . . For reroof (tear BURmastic Glass 7-inch o.c. at the min. 3-
Celcore 5-1 Min. 350 psi, Min. 2-inch thick, | Celcore PVA | off), repair LWC . Tremco FM-90 . . AlphaGuard
or BV, Grade . ) Ply or BURmastic inch laps and 7-inch o.c. BP-AA or
LWC-54. 33 steel: 6 ft Deck Celcore MF Cellular Concrete Curing spalls with Celcore Composite PI Base Sheet at two (2) equall SBS-AA FCLO, MTS or -60.0
! Preparation with Celcore HS Rheology Compound SBS (Sanded P v Fastener qually PUMA FA-RS
span A R . HT spaced center rows
Slurry Modifying Admixture Bonding Surface)
. CELCORE (FL2037): For reroof (tear- . . .
Min. 22 ga. ! -1 BUR | 7-inch o.c. h . 3-
In. 22 ga., Celcore 5 Min. 440 psi, Min. 2-inch thick, | Celcore PVA | off), repair LWC URmastic Glass | 1\ pmego | /7inch o.c.atthe min. 3 AlphaGuard
Type BV, Grade | Deck : . Ply or BURmastic inch laps and 7-inch o.c. | BP-AAor
LWC-55. . Celcore MF Cellular Concrete Curing spalls with Celcore K Base Sheet FC LO, MTS or -67.5
40 steel; 5 ft Preparation - Composite Ply at two (2) equally SBS-AA
with Celcore HS Rheology Compound SBS (Sanded Fastener PUMA FA-RS
span Slurry . . K HT spaced center rows
Modifying Admixture Bonding Surface)
Pre-existent (re-roof only), (Optional) Repai BURmasti Trufast Vs
Min. 22 ga., min. 2-inch thick cellular ptional) Repair mastic rutast versa 9-inch o.c. at 4-inch laps
tvpe BV, Grade lightweight concrete LWC spalls with Composite Ply Fastener (min. and 9-inch o.c. at two BP-AA oF AlphaGuard
LWC-56. 4»2)psteell- 6t N/A Compressive: 450 psi N/A Celcore SBS HT, BURmastic 2.25”) & Plate; 3 (2), equall s. éced SBS-AA FCLO, MTSor | -105.0
soan ! : P < P (Sanded Bonding Composite Ply screws per sta’ Zredieﬁter r;ws PUMA FA-RS
p Withdrawal: Versa-Fast: surface) Premium plate* g8
140 Ibf
SEBS-APPLIED BASE PLY:
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TABLE 4p: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmoO | etc.e

SYsTEM TYPE E-2: LWC 10 DECK, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15)
System Deck Deck — MDP
No. Note 1 ec LW I Repai B astener i Base PI LAR sf
(Note 1) R C Sealer epair ase Note 11 Spacing ase Ply(s) S (psf)
) CELCORE (FL2037): - . p .
Min. 22 ga., Celcore §-1 X T . X For reroof (tear BURmastic Glass 9-inch o.c. at the min. 3-
Min. 440 psi, Min. 2-inch thick, | Celcore PVA off), repair LWC . Tremco FM-90 K . AlphaGuard
Type BV, Grade | Deck . . Ply or BURmastic inch laps and 12-inch BP-SEBS or
LWC-57. . Celcore MF Cellular Concrete Curing spalls with Celcore K Base Sheet FC LO, MTS or -45.0
40 steel; 5 ft Preparation - Composite Ply o.c. at two (2) equally SBS-SEBS
with Celcore HS Rheology Compound SBS (Sanded Fastener PUMA FA-RS
span Slurry e . K HT spaced center rows
Modifying Admixture Bonding Surface)
(Optional) CELCORE (FL2037): For reroof (tear- . q .
22 ga., type B Celcore 5-1 Min. 350 psi, Min. 2-inch thick, | Celcore PVA off), repair LWC BURmastic Glas.s Tremco FM-90 7-|nch oc.at th? min. 3- AlphaGuard
or BV, Grade . . Ply or BURmastic inch laps and 7-inch o.c. BP-SEBS or
LWC-58. 33 steel: 6 ft Deck Celcore MF Cellular Concrete Curing spalls with Celcore Composite Pl Base Sheet at two (2) equall SBS-SEBS FC LO, MTS or -60.0
! Preparation with Celcore HS Rheology Compound SBS (Sanded P ¥ Fastener qually PUMA FA-RS
span o . . HT spaced center rows
Slurry Modifying Admixture Bonding Surface)
. CELCORE (FL2037): For reroof (tear- . . .
Min. 22 ga. ! -1 BUR | 7-inch o.c. h .3-
In. 22 ga., Celcore 5 Min. 440 psi, Min. 2-inch thick, | Celcore PVA | off), repair LWC URmastic Glass | o\ pmegg | /7inch o.c.atthe min. 3 AlphaGuard
Type BV, Grade | Deck . . Ply or BURmastic inch laps and 7-inch o.c. BP-SEBS or
LWC-59. 40 steel; 5 ft Preparation Celcore MF Cellular Concrete Curing spalls with Celcore Composite PI Base Sheet at two (2) equall SBS-SEBS FC LO, MTS or 675
span ! Slurpr with Celcore HS Rheology Compound SBS (Sanded HT a Y Fastener spaced centctler ro\\/Ns PUMA FA-RS
P Y Modifying Admixture Bonding Surface) P
Pre-existent (re-roof only), - . -, Mo Trufast Vs
Min. 22 ga., min. 2-inch thick cellular (Optional) epair =i rutast versa 9-inch o.c. at 4-inch laps
type BV, Grade lightweight concrete LWC spalls with Composite Ply Fastener (min. and 9-inch o.c. at two BP-SEBS or AlphaGuard
LWC-60. 20 Steell' 6 ft N/A Compressive: 450 psi N/A Celcore SBS HT, BURmastic 2.25") & Plate; 3 (2), equall S' ;iced SBS-SEBS FCLO, MTS or -105.0
span ! Wi hZ ) .V pF ) (Sanded Bonding Composite Ply screws per sta’ :redycester rt;ws PUMA FA-RS
P ithdrawal: Versa-Fast: Surface) Premium plate* g8
140 Ibf
TORCH-APPLIED BASE PLY:
) CELCORE (FL2037): - . . .
Min. 22 ga., Celcore 5-1 , T . ) For reroof (tear BURmastic Glass 9-inch o.c. at the min. 3-
Min. 440 psi, Min. 2-inch thick, | Celcore PVA off), repair LWC . Tremco FM-90 X . AlphaGuard
Type BV, Grade | Deck . ) Ply or BURmastic inch laps and 12-inch
LWC-61. 40 steel: 5 ft Preparation Celcore MF Cellular Concrete Curing spalls with Celcore Composite PI Base Sheet o.c. at two (2) equall SBS-TA FC LO, MTS or -45.0
! P with Celcore HS Rheology Compound SBS (Sanded P v Fastener - quatly PUMA FA-RS
span Slurry . R . HT spaced center rows
Modifying Admixture Bonding Surface)
(Optional) CELCORE (FL2037): For reroof (tear- . . .
22 ga. B BUR | 7-inch o.c. h . 3-
2o e é‘::ge Celcore 5-1 Min. 350 psi, Min. 2-inch thick, | Celcore PVA | off), repair LWC PIU OTgﬁ:rfaz:‘fc Tremco FM-90 in'c’;°|a°s"a:; ;fn';”; f AlphaGuard
LWC-62. 33 stéel~ 6t Deck Celcore MF Cellular Concrete Curing spalls with Celcore Cgm osite PI Base Sheet at twoF:Z) ol € | cpsTA FC LO, MTS or 0.0
span ! Preparation with Celcore HS Rheology Compound SBS (Sanded HT P v Fastener spaced centir ro\\//vs PUMA FA-RS
P Slurry Modifying Admixture Bonding Surface) P
) CELCORE (FL2037): - X ) X
Min. 22 ga., Celcore §-1 N — . . p For reroo.f (tear BURmastic Glass 7-inch o.c. at the min. 3-
Min. 440 psi, Min. 2-inch thick, | Celcore PVA off), repair LWC ; Tremco FM-90 X X AlphaGuard
Type BV, Grade | Deck - ) Ply or BURmastic inch laps and 7-inch o.c.
LWC-63. . Celcore MF Cellular Concrete Curing spalls with Celcore . Base Sheet SBS-TA FC LO, MTS or -67.5
40 steel; 5 ft Preparation , Composite Ply at two (2) equally
span Slurr with Celcore HS Rheology Compound SBS (Sanded HT Fastener spaced center rows PUMA FA-RS
P y Modifying Admixture Bonding Surface) P
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NEmMO | etc.e
TABLE 4p: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYsTEM TYPE E-2: LWC 10 DECK, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15)
System Deck Deck — MDP
No. Note 1 Sc i asrench i S
(Note 1) R LWC Sealer Repair Base Note 11 Spacing Base Ply(s) LARS (psf)
Pre-existent (re-roof only), X . .
Min. 22 ga., min. 2-inch thick cellular (Optional) Re-palr BURmas.tlc Trufast Vers.a 9-inch o.c. at 4-inch laps
. . LWC spalls with Composite Ply Fastener (min. R AlphaGuard
type BV, Grade lightweight concrete ] ” and 9-inch o.c. at two
LWC-64. 40 steel: 6 ft N/A c ive: 450 psi N/A Celcore SBS HT, BURmastic 2.25”) & Plate; 3 (2), equally spaced SBS-TA FCLO, MTSor | -105.0
! o.mpresswe. pst (Sanded Bonding Composite Ply screws per » equary sp ! PUMA FA-RS
span Withdrawal: Versa-Fast: Surface) Premium plate* staggered center rows
140 Ibf

TABLE 4e: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SysTem TYPE E-2: LWC 10 DECK, MECHANICALLY ATTACHED POWERFAST, BONDED ROOF COVER

Lightweight Concrete (Note 14) PowerFAST (Note 15A) Roof Cover (Note 15)
System Deck Deck — MDP
astener LalBle
No. Note 1 i i S
(Note 1) Treatment LWC Sealer Repair Base (Note 11) Spacing Base Ply(s) LARS (psf)
. ELCORE (FL2037): . L .
Min. 22 ga., Celcore S-1 ¢ - o - O?f X . For reroof (tear-off), Trufast Versa 12-inch o.c. within the (Optional) BP-
Min. 350 psi, Min. 2-inch thick, Celcore . . POWERply X . . . AlphaGuard
Type BV, Deck Cel Cellular C PVA Curin repair LWC spalls with Heavy Dut Fastener (min. min. 5-inch wide, AA, SBS-AA, FC LO, MTS or -60.0
LWC-65. | Grade 40 Preparation ? core MF Cellular Concrete 8 Celcore SBS (Sanded vy ¥ 2.25”) & Plate; 4 Tremco LF Adhesive BP-SEBS, SBS- ! ’
with Celcore HS Rheology Compound : Base Sheet . . PUMA FA-RS
steel Slurry o . Bonding Surface) screws per plate sealed side laps SEBS or SBS-TA
Modifying Admixture
Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 310 Ibf.
Min. 22 Celcores-1 | re-existent, min. Zinch thick F f (tear-off Trufast V. 10-inch o.c. within th Optional) BP
In. 22 ga., eicore >- cellular lightweight concrete Celcore L' reroo (tear-o ).’ POWERply rutast versa ineh o5 within the (Optional) BP- AlphaGuard
LWC-66 Type BV, Deck Compressive: 350 bsi PVA Curin repair LWC spalls with Heavy Dut Fastener (min. min. 5-inch wide, AA, SBS-AA, FCLO. MTS or 825
" | Grade 40 Preparation _ hz L st A oung Celcore SBS (Sanded Base"‘ghee:’ 2.25”)&Plate; 4 | Tremco LF Adhesive BP-seBs, sBs- | oo Do :
steel Slurry Ivglf't rawal: Versa-Fast: 355 P Bonding Surface) screws per plate* sealed side laps SEBS or SBS-TA
10-inch o.c. within the
. ELf E (FL2 ): . . .
Min. 22 ga., Celcore S-1 CM C?BEO F_ &37 5-inch thick Celcore For reroof (tear-off), POWERD Trufast Versa min. 5-inch wide, BP-AA SBS-AA AlohaGuard
Type BV, Deck in: psi, Min. 2-inch thick, . repair LWC spalls with Py Fastener (min. Tremco LF Adhesive . ! P
. Celcore MF Cellular Concrete PVA Curing Heavy Duty ” X BP-SEBS, SBS- FCLO, MTS or -127.5
LWC-67. | Grade 40 Preparation - Celcore SBS (Sanded 2.25”) & Plate; 4 sealed side laps and 10-
with Celcore HS Rheology Compound ; Base Sheet « X SEBS or SBS-TA | PUMA FA-RS
steel Slurry Modifving Admi Bonding Surface) screws per plate inch o.c. at one (1)
odifying Admixture center row
Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 275 Ibf.
©ONEMO ETC LLC P.E. EVALUATION REPORT: 8™ EDITION FBC NON-HVHZ PEER-TRM-004.A.R11 for FL15545-R11 (NON-HVHZ)
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TABLE 4f: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECK - NEW CONSTRUCTION OR RE-ROOF (TEAR-OFF)

System Type F: LWC 1o DEck, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Roof Cover (Note 15)
System Deck Treatment Primer MDP
Deck
No. (Note 1) ec LWC Sealer Surfacing Base Ply Ply LARS (psf)
Treatment
No BASE PLy:
(Optional when Primer
Min. 22 ga., Celcore §-1 Celcore SBS used) AQUAFIN (Optional when
CELCORE (FL2037): .
LWC-68 Type BV, Grade Deck Min. 320 bsi. Min. 2-inch thick gilrcigre PVA (Sanded Bonding | VAPORTIGHT COAT- Treatment used) None None AlphaGuard 675
" | 33steel; 6ft Preparation c Iln. CPIT’I '2‘ -mct 1%, Com gound Surface) at 1 SG2 or AQUAFIN AlphaGuard C- MTS FA-RS ’
span Slurry elcore Leflular Loncrete P gallon/square. VAPORTITGHT COAT- Prime
SG3
Min. 22 ga., Celcore S-1 CELCORE (FL2037): Celcore PVA Celcore SBS )
LWC-69 Type BV, Grade | Deck Min. 320 bsi. Min. 2-inch thick Curin (Sanded Bonding v AlphaGuard None None AlphaGuard 675
" | 33steel; 6ft Preparation in: psi, Vlin. 2-Inch thick, s Surface) at 1 PUMA VB PUMA FA-RS ’
Celcore Cellular Concrete Compound
span Slurry gallon/square.
. AQUAFIN (Optional)
Min. 22 ga., CelcoreS-1 | | CORE (FL2037): Celcore PvA | CEICOT€SBS 1\ pORTIGHT COAT- AlphaGuard
Type BV, Grade Deck - T ) . _ (Sanded Bonding . AlphaGuard
LWC-70. 33 steel: 6 ft Preparation Min. 320 psi, Min. 2-inch thick, Curing Surface) at 1 SG2 or AQUAFIN PUMA Primer 107 None None PUMA FA-RS -67.5
span ! Slurpr Celcore Cellular Concrete Compound allon/square VAPORTITGHT COAT- or AlphaGuard
P y 8 quare- 1 sg3 PUMA VB
(Optional when Primer
Min. 22 ga., CELCORE (FL2037): Celcore PVA Celcore SBS ) used) AQUAFIN (Optional when
IWeT1 Type BV, Grade None Min. 370 bsi. Min. 2-inch thick Curin (Sanded Bonding | VAPORTIGHT COAT- Treatment used) None None AlphaGuard 90.0
| 40steel; 6t . 'I”' cp|5||'| '2‘ -inch thick, com go g | Surface)at1 SG2 or AQUAFIN AlphaGuard C- MTS FA-RS :
span elcore Cellular Concrete pou gallon/square. VAPORTITGHT COAT- | Prime
SG3
Min. 22 ga. Celcore SBS
! CELCORE (FL2037): .
Lwc72. | TYpeBV,Grade |\ Min. 370 psi, Min. 2-inch thick Eilrcusre P2 | (sanded Bonding None AlphaGuard None None AlphaGuard -90.0
| 40 steel; 6 ft in. 370 psl, Min. ~-inch thick, g Surface) at 1 PUMA VB PUMA FA-RS :
Celcore Cellular Concrete Compound
span gallon/square.
. AQUAFIN (Optional)
Min. 22 ga., CELCORE (FL2037): Celcore pva | CEICOT€SBS 1\ pORTIGHT COAT- | AlphaGuard
Type BV, Grade . o ) . . (Sanded Bonding . AlphaGuard
LWC-73. 40 steel: 6 ft None Min. 370 psi, Min. 2-inch thick, Curing Surface) at 1 SG2 or AQUAFIN PUMA Primer 107 None None PUMA FA-RS -90.0
span ! Celcore Cellular Concrete Compound allon/square VAPORTITGHT COAT- or AlphaGuard
P 8 quare. | sa3 PUMA VB
' CELCORE (FL2037): (Optional when Primer .
Min. 22 ga., Celcore 5-1 Mih. 440 pehMin. 2-inch thick Celcore PVA Celcore SBS used) AQUAFIN (Optional when
LWC.74 Type BV, Grade Deck c Iln. MpFSIL:: Ilml. _(I:nc tlc ’ Curin (Sanded Bonding | VAPORTIGHT COAT- Treatment used) None None AlphaGuard 975
| 40steel; 5 ft Preparation ‘?tffcrel ESUR‘: f"cre € com goun 4 | Surface)at1 SG2 or AQUAFIN AlphaGuard C- MTS FA-RS :
span Slurry K R e.core i eology P gallon/square. VAPORTITGHT COAT- Prime
Modifying Admixture $G3
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TABLE 4f: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECK - NEW CONSTRUCTION OR RE-ROOF (TEAR-OFF)

NEmoO | etc.e

System Type F: LWC 1o DEck, BONDED ROOF COVER

Lightweight Concrete (Note 14) Roof Cover (Note 15)
System Deck Treatment Primer MDP
Deck
No. (Note 1) ec LWC Sealer Surfacing Base Ply Ply LARS (psf)
Treatment
i CELCORE (FL2037):
Min. 22 ga., Celcore S-1 Min. 440 bsi. Min. 2-inch thick Celcore PVA Celcore SBS
LWC-75 Type BV, Grade Deck c Iln. MpFSIé le:' —Clnc tlc ’ Curin (Sanded Bonding N AlphaGuard N N AlphaGuard 975
’ 40 steel; 5 ft Preparation ? core elluar Loncrete g Surface) at 1 one PUMA VB Qne one PUMA FA-RS ’
with Celcore HS Rheology Compound
span Slurry e i gallon/square.
Modifying Admixture
X CELCORE (FL2037): AQUAFIN (Optional)
Min. 22 ga., CelcoreS-1 | i 440 psi, Min, 2-inch thick, | Celcore PVA | CSICOT€SBS 1\ poRTIGHT COAT- | AlphaGuard
Type BV, Grade Deck . (Sanded Bonding . AlphaGuard
LWC-76. 40 steel: 5 ft Preparation Celcore MF Cellular Concrete Curing Surface) at 1 SG2 or AQUAFIN PUMA Primer 107 None None PUMA FA-RS -97.5
span ! Slurr: with Celcore HS Rheology Compound allon/square VAPORTITGHT COAT- or AlphaGuard
P Y Modifying Admixture 8 q ’ SG3 PUMA VB
(Optional when Primer
CELCORE (FL2037): .
Min. 440 osi. Min. 2-inch thick Celcore PVA Celcore SBS used) AQUAFIN (Optional when
LWC-77 Structural None c Iln. Mp:I(’: IImI. —énc tlc ’ Curin (Sanded Bonding | VAPORTIGHT COAT- Treatment used) None None AlphaGuard 265.0
" | concrete ?tff’crel ES”Rir f““e € o goun g | surface)att SG2 or AQUAFIN AlphaGuard C- MTS FA-RS :
with t-elcore F> Rheology P gallon/square. VAPORTITGHT COAT- | Prime
Modifying Admixture
SG3
CELCORE (FL2037):
Celcore SBS
- M o . | p
LWC-78 Structural None L\:Alln 44(1)\/|p|=SI(’:,\|/:m|- 2<|:nch tht'Ck’ Ezr‘;:re ) (Sanded Bonding None AlphaGuard None None AlphaGuard 465.0
| concrete eicore M Lellular Loncrete . Surface) at 1 PUMA VB PUMA FARS :
with Celcore HS Rheology Compound allon/square
Modifying Admixture 8 g '
CELCORE (FL2037): Celcore SBS AQUAFIN (Optional)
Structural Min. 440 psi, Min. 2-inch thick, Celcore PVA (sanded Bondin VAPORTIGHT COAT- AlphaGuard AlohaGuard
LWC-79. concrete None Celcore MF Cellular Concrete Curing Surface) at 1 g SG2 or AQUAFIN PUMA Primer 107 None None PLTMA FARS -465.0
with Celcore HS Rheology Compound allon/square VAPORTITGHT COAT- or AlphaGuard
Modifying Admixture & q ’ SG3 PUMA VB
CELCORE (FL2037): (Optional when Primer )
Celcore -1 Min. 320 psi. Mind 2-inch thick colc oy Celcore SBS used) AQUAFIN (Optional when
LWC-80 Structural Deck c Iln‘ MpFSI(’: Ilml. —(l:nc tlc ! Curin (Sanded Bonding | VAPORTIGHT COAT- Treatment used) None None AlphaGuard 475.0
| concrete Preparation ?tffcrel ES“RT ‘I’“"e € com goun 4 | Surface)at1 SG2 or AQUAFIN AlphaGuard C- MTS FA-RS :
Slurry wi R e.core i eology P gallon/square. VAPORTITGHT COAT- Prime
Modifying Admixture
SG3
CELCORE (FL2037):
celcoreS-1 |\ tin. 320 psi, Min. 2-inch thick, | Celcore Pva | Ceic0re SBS
Structural Deck g psi, Min. 2-inch thick, . (Sanded Bonding AlphaGuard AlphaGuard
LWC-81. [ Celcore MF Cellular Concrete Curing None None None -475.0
concrete Preparation i Surface) at 1 PUMA VB PUMA FA-RS
with Celcore HS Rheology Compound
Slurry e i gallon/square.
Modifying Admixture
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NEmoO | etc.e
TABLE 4F: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECK - NEW CONSTRUCTION OR RE-ROOF (TEAR-OFF)

System Type F: LWC 1o DEck, BONDED ROOF COVER

Lightweight Concrete (Note 14) Roof Cover (Note 15)
System Deck Treatment Primer MDP
Deck
No. (Note 1) ec LWC Sealer Surfacing Base Ply Ply LARS (psf)
Treatment
CELCORE (FL2037): AQUAFIN (Optional)
Structural gzlcclf reS-1 | Min. 320 psi, Min. 2-inch thick, | Celcore PVA (CS‘::;ZIS:OS“ dine | VAPORTIGHT COAT- AlphaGuard AlohaGuard
LWC-82. concrete Preparation Celcore MF Cellular Concrete Curing Surface) at 1 g SG2 or AQUAFIN PUMA Primer 107 None None PLTMA FA-RS -475.0
Slur‘: with Celcore HS Rheology Compound allon/square VAPORTITGHT COAT- or AlphaGuard
¥ Modifying Admixture 8 quare. 1 sg3 PUMA VB
RIBBON-ADHERED BASE PLY:
) (Optional) CELCORE (FL2037): BP-CA4, ribbons
Min. 22 ga. | B
T me ng?ir’ade Celcore §-1 Min. 370 psi, Min. 2-inch thick, Celcore PVA &Zﬁz;edsBjndin 9-inch o.c. (laps BP-CAG or AlphaGuard
LWC-83. 42/)psteel-’ 6 ft Deck Celcore MF Cellular Concrete Curing Surface) at 1 g None None sealed with SBS-CAG FCLO, MTS or -60.0
! Preparation | with Celcore HS Rheology Compound Tremco LF PUMA FA-RS
span o i gallon/square. i
Slurry Modifying Admixture Adhesive)
. (Optional) CELCORE (FL2037): BP-CA4, ribbons
Min. 22 ga., Celcore -1 | Min. 370 psi, Min. 2-inch thick, | Celcore pva | CIcOT€SBS 9-inch o.c. (laps AlphaGuard
Type BV, Grade . (Sanded Bonding . BP-CAS or
LWC-84. 40 steel: 6 ft Deck Celcore MF Cellular Concrete Curing Surface) at 1 None None sealed with SBS-CAS FC LO, MTS or -60.0
span ! Preparation with Celcore HS Rheology Compound 2@ eguare Tremco LF PUMA FA-RS
P Slurry Modifying Admixture g q ’ Adhesive)
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TABLE 4G: LIGHTWEIGHT CONCRETE OVER OVER STRUCTURAL CONCRETE OR TECTUM DECK - NEW CONSTRUCTION OR RE-ROOF (TEAR-OFF)

NEmoO | etc.e

SysTem TYPE F: VAPOR BARRIER TO DECK, LWC TO VAPOR BARRIER, BONDED ROOF COVER

System Deck Vapor Lightweight Concrete (Note 14) Roof Cover (Note 15) MIDP
N Barrier Treatment Primer I
O (Note 1) (Note 15) Treatment Lwc Sealer Surfacing Base Ply | Ply ‘ LARS (psf)
No BASE PLy:
(Optional when
Primer used) .
oncrte, CELCORE (FL2037): Min 340 | Celcore v | (SIS0 | AQUARIN et sec) AlphaGuard
LWC-85. ! SBS-TA None psi, Min. 2-inch thick, Celcore Curing & VAPORTIGHT COAT- None None P -157.5
ASTM D41 Surface) at 1 AlphaGuard C- MTS FA-RS
rimed Cellular Concrete Compound allon/square SG2 or AQUAFIN Prime
P E quare. VAPORTITGHT
COAT-SG3
ig:cc::tf' CELCORE (FL2037): Min. 340 | Celcore PVA giﬁzge;:jn o AlbhaGuard AlphaGuard
LWC-86. g SBS-TA None psi, Min. 2-inch thick, Celcore | Curing S | None P None None PUMAFA- | -157.5
ASTM D41 Surface) at 1 PUMA VB
A Cellular Concrete Compound RS
primed gallon/square.
(Optional)
AQUAFIN
i;:’;::tf' CELCORE (FL2037): Min.340 | Celcore PVA ::S‘iﬁzgedsBBjn ding | VAPORTIGHT COAT- ﬁ:mf:j;fer AlphaGuard
LWC-87. ! SBS-TA None psi, Min. 2-inch thick, Celcore Curing g SG2 or AQUAFIN None None PUMA FA- -157.5
ASTM D41 Surface) at 1 107 or
R Cellular Concrete Compound VAPORTITGHT RS
primed gallon/square. COAT-SG3 AlphaGuard
PUMA VB
(Optional when
); in. Pri .
Structural POWERply Celcore S-1 CE.LCO.RE F.L2037. Min. 320 Celcore SBS rimer used) (Optional when
concrete, APP Base Deck psi, Min. 2-inch thick, Celcore fcicore PVA (Sanded Bondin AQUAFIN Treatment used) AlphaGuard
LWC-88. ! Sheet, . MF Cellular Concrete with Curing g VAPORTIGHT COAT- None None P -385.0
ASTM D41 Preparation Surface) at 1 AlphaGuard C- MTS FA-RS
rimed torch- Slurr Celcore HS Rheology Compound allon/square SG2 or AQUAFIN Prime
P applied Y Modifying Admixture g q ’ VAPORTITGHT
COAT-SG3
POWERpl CELCORE (FL2037): Min. 320
Structural Py Celcore S-1 o - \ n Celcore SBS
concrete APP Base Deck psi, Min. 2-inch thick, Celcore Celcore PVA (sanded Bondin AlohaGuard AlphaGuard
LWC-89. g Sheet, . M Cellular Concrete with Curing & | None P None None PUMAFA- | -385.0
ASTM D41 Preparation Surface) at 1 PUMA VB
rimed torch- Slurr Celcore HS Rheology Compound allon/square RS
P applied ¥ Modifying Admixture g q ’
. (Optional)
POWERply CELCORE (FL2037): Min. 320 AQUAFIN
-1 B
i‘::;t:tf' APP Base g‘;';fre S psi, Min. 2-inch thick, Celcore | Celcore PVA (Csﬂﬁﬁfdss jn dine | VAPORTIGHT COAT- ﬁ:j’me:rai:er AlphaGuard
LWC-90. ! Sheet, . MF Cellular Concrete with Curing g SG2 or AQUAFIN None None PUMA FA- -385.0
ASTM D41 Preparation Surface) at 1 107 or
rimed torch- Slurr Celcore HS Rheology Compound allon/square VAPORTITGHT AlohaGuard RS
P applied ¥ Modifying Admixture g quare. COAT-5G3 PU"M Ve

RIBBON-ADHERED BASE PLY:
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TABLE 4G: LIGHTWEIGHT CONCRETE OVER OVER STRUCTURAL CONCRETE OR TECTUM DECK - NEW CONSTRUCTION OR RE-ROOF (TEAR-OFF)

SysTem TYPE F: VAPOR BARRIER TO DECK, LWC TO VAPOR BARRIER, BONDED ROOF COVER

NEmoO | etc.e

System Deck Vapor Lightweight Concrete (Note 14) Roof Cover (Note 15) MIDP
N Barrier Treatment Primer I
O (Note 1) (Note 15) Treatment LWC Sealer Surfacing Base Ply Ply LARS (psf)
BP-CAG (full (Opti ) CELCORE (FL2037):
Structural . ptiona Min. 370 psi, Min. 2-inch Celcore SBS BP-CA4, AlphaGuard
coverage) Celcore S-1 . ! Celcore PVA . ribbons 9-inch BP-CA6
LWC-91 concrete, or BP-CA4 Deck thick, Celcore MF Cellular Curin (Sanded Bonding None None or SBS- FC LO, MTS 0.0
* | TREMprime } ) Concrete with Celcore HS . Surface) at 1 0.C. (laps sealed or PUMA ’
WB Primer (ribbons Preparation Rheol Modifvi Compound al/s with Tremco LF CA6 FA-RS
12” o.c.) Slurry colosy Viodilying gavsa. Adhesive)
Admixture
(Optional) CELCORE (FL2037): BP-CAA
Celcore 5-1 M!n. 370 psi, Min. 2-inch Celcore PVA Celcore SBS ) b 9 inch BP-CAS AlphaGuard
LWC-92 Structural BP-CA5 or Deck thick, Celcore MF Cellular Curin (Sanded Bonding None None or SBS- FCLO, MTS 60.0
“ | concrete SBS-CAS ) Concrete with Celcore HS € Surface) at 1 0.C. (laps sealed or PUMA :
Preparation . Compound with Tremco LF CA5
Slurry Rheology Modifying gal/sq. Adhesive) FA-RS
Admixture
(Optional) CELCORE (FL2037): BP-CAL
Structural Celcore S-1 M!n. 370 psi, Min. 2-inch Celcore PVA Celcore SBS ) ribbons 9-inch BP-CAG AlphaGuard
LWC-93 concrete, SBS-TA Deck thick, Celcore MF Cellular Curin (Sanded Bonding None None or SBS- FCLO, MTS 0.0
" | ASTM D41 ) Concrete with Celcore HS g Surface) at 1 0.C. (laps sealed or PUMA ’
. Preparation s Compound with Tremco LF CA6
primer Slurry Rheology Modifying gal/sq. Adhesive) FA-RS
Admixture
(Optional) CELCORE (FL2037): BP-CAA
Structural Celcore S-1 M!n. 370 psi, Min. 2-inch Celcore PVA Celcore SBS ) ribbons 9-inch BP-CAS AlphaGuard
Lwc-ga, | Soncrete SBS-TA Deck thick, Celcore MF Cellulag Curin (Sanded Bonding | ;16 None orses- | FELOMTS | 6o
" | ASTM D41 ) Concrete with Celcore HS g Surface) at 1 o.c. (laps sealed or PUMA :
: Preparation o Compound with Tremco LF CA5
primer Slurry Rheology Modifying gal/sq. Adhesive) FA-RS
Admixture
(Optional) CELCORE (FL2037): BP-CAL
i - ., -CA4,
BP-CAd, Celcore S-1 M!n. 370 psi, Min. 2-inch Celcore PVA Celcore SBS ) ribbons S-inch BP-CAG AlphaGuard
. thick, Celcore MF Cellular . (Sanded Bonding FC LO, MTS
LWC-95. | Tectum Plank | ribbons 9- Deck . Curing None None o.c. (laps sealed or SBS- -60.0
. . Concrete with Celcore HS Surface) at 1 A or PUMA
inch o.c. Preparation o Compound with Tremco LF CA6
Slurry Rheology Modifying gal/sq. Adhesive) FA-RS
Admixture
(Optional) CELCORE (FL2037): BP-CAL
BP-CA4, Celcore S-1 M!n. 370 psi, Min. 2-inch Celcore PVA Celcore SBS . bane 9-inch BP_CAS AlphaGuard
LWC-96 Tectum Plank | ribbons 9- Deck thick, Celcore MF Cellular Curin (Sanded Bonding None None or SBS- FC LO, MTS 60.0
’ . ) Concrete with Celcore HS € Surface) at 1 0.C. (laps sealed or PUMA '
inch o.c. Preparation W Compound with Tremco LF CAS
Slurry Rheology Modifying gal/sq. Adhesive) FA-RS
Admixture
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TABLE 5A: CEMENTITIOUS WOOD FIBER DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)
SysTem TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

System Deck Base Insulation — Top Insulation - Roof Cover (Note 15) MDP
No. Note 1 f]
o (Note 1) Type G Type N Base Ply Ply LARS (psf)
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 2-inch | One or more, min. 1-inch Trisotech G, Trisotech CGF, LRFIA or Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | LRFIA or Bp-CAGor | (OPtionall | AlphaGuard
CWE-1. Tectum | Trisotech, EnergyGuard Polyiso Insulation, H-Shield, LRFIA(BG) in. 7/16-inch DEXcell C t Roof Board LRFIA(BG) SBS-CAG BP-CA6 or FCLO, MTS or -82.5
Plank ISOGARD GL or Multi-Max FA-3 or min. inch UEAcel Lement RO ! SBS-CAG PUMA FA-RS
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 2-inch Or‘1e or more, min. 1-inch Trl.sotech G, '.I'nsotech.CGF, LRFIA or Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRFIA or BP-CAS or (Optional) AlphaGuard
CWF-2. Tectum | Trisotech, EnergyGuard Polyiso Insulation, H-Shield, LRFIA(BG) or min. 7/16-inch DEXcell Cement Roof Board LRFIA(BG) SBS-CAS BP-CAS or FCLO, MTS or -82.5
Plank ISOGARD GL or Multi-Max FA-3 ) SBS-CAS5 PUMA FA-RS
HOT-ASPHALT-APPLIED BASE PLY:
Min. 2-inch Or.1e or more, min. 1-inch Trl.sotech G, "I'nsotech.CGF, LRFIA or Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRFIA or BP-AA oF (Optional) AlphaGuard
CWEF-3. Tectum | Trisotech, EnergyGuard Polyiso Insulation, H-Shield, LRFIA(BG) or min. 7/16-inch DEXcell Cement Roof Board LRFIA(BG) SBS-AA BP-AA or FCLO, MTS or -82.5
Plank ISOGARD GL or Multi-Max FA-3 ) SBS-AA PUMA FA-RS
Min. 2-inch Or‘1e or more, min. 1-inch T”.SOtECh G TrISOtECh.CGF' LRFIA or Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | LRFIA or (Optional) AlphaGuard
CWF-4. Tectum | Trisotech, EnergyGuard Polyiso Insulation, H-Shield, LRFIA(BG) or min. 7/16-inch DEXcell Cement Roof Board LRFIA(BG) SBS-AA SBS-TA FCLO, MTS or -82.5
Plank ISOGARD GL or Multi-Max FA-3 ’ PUMA FA-RS
SEBS-APPLIED BASE PLY:
Min. 2-inch | One or more, min. 1-inch Trisotech G, Trisotech CGF, | oy o Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | LRFIA or gp-sepsor | (OPHional) | AlphaGuard
CWF-5. Tectum | Trisotech, EnergyGuard Polyiso Insulation, H-Shield, LRFIA(BG) or min. 7/16-inch DEXcell Cement Roof Board LRFIA(BG) SBS-SEBS BP-SEBS or FCLO, MTS or -82.5
Plank ISOGARD GL or Multi-Max FA-3 ’ SBS-SEBS PUMA FA-RS
TORCH-APPLIED BASE PLY:
Min. 2-inch | One or more, min. 1-inch Trisotech G, Trisotech CGF, | os o Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | LRFIA or (Optional) | AlphaGuard
CWF-6. Tectum | Trisotech, EnergyGuard Polyiso Insulation, H-Shield, LRFIA(BG) or min. 7/16-inch DEXcell Cement Roof Board LRFIA(BG) SBS-TA SBS-TA FCLO, MTS or -82.5
Plank ISOGARD GL or Multi-Max FA-3 ) PUMA FA-RS
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TABLE 58: CEMENTITIOUS WOOD FIBER DECKS —NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SySTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
Vapor
System Deck SR Barrier Attach Attach MDP
b Note 1
No (Note 1) Type r—— Attach (Note 15) Type jgl;tses Type jgl;tses Base Ply Ply LARS (psf)
BURMASTIC ADHESIVE MC APPLIED BASE PLy:
. BURmastic Tremco Twin 6-inch o.c. at 4-inch . . Min. 0.5-inch
I’\::;] 2 Composite Ply Loc-Nail laps and 12-inch i(r?cTI'?rri]:;)txlhn.Glls- LRFIA or DensDeck Prime LRFIA or BP-CA6 (Optional) ?cljpr;G&?rrSd
CWEF-7. HT, BURmastic Assembled o.c. at four (4), None . / LRFIA(BG), or SECUROCK LRFIA(BG), or SBS- BP-CA6 or ’ -75.0
Tectum | . . Trisotech CGF or R X R or PUMA
Composite Ply Fastener (min. equally spaced . 6-inch o.c. Gypsum-Fiber 6-inch o.c. CA6 SBS-CA6
Plank . . Trisotech FA-RS
Premium 1.8-inch embed) center rows Roof Board
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
. BURmastic Tremco Twin 6-inch o.c. at 4-inch . . Min. 0.5-inch
:\:;?1 2 Composite Ply Loc-Nail laps and 12-inch (Optional) i(r?cT[?rr;saé)thnélls- LRFIA or DensDeck Prime LRFIA or BP-CAS5 (Optional) ?(I:p[\OaG'\L;?rrSd
CWEF-8. HT, BURmastic Assembled o.c. at four (4), BP-CAS or . ! LRFIA(BG), or SECUROCK LRFIA(BG), or SBS- BP-CAS or ! -75.0
Tectum | . . Trisotech CGF or R L R or PUMA
Composite Ply Fastener (min. equally spaced SBS-CA5 . 6-inch o.c. Gypsum-Fiber 6-inch o.c. CA5 SBS-CA5
Plank . . Trisotech FA-RS
Premium 1.8-inch embed) center rows Roof Board
HOT-ASPHALT-APPLIED BASE PLY:
Min. 2- BURmasFlc Tremcq Twin 6-inch o.c. aF 4-inch (Optional) Min. 1.5- Min. O.S-mch ) AlphaGuard
inch Composite Ply Loc-Nail laps and 12-inch inch Trisotech G LRFIA or DensDeck Prime LRFIA or BP-AA oF (Optional) FCLO. MTS
CWF-9. HT, BURmastic Assembled o.c. at four (4), None n 4 LRFIA(BG), or SECUROCK LRFIA(BG), BP-AA or ’ -75.0
Tectum | . . Trisotech CGF or . X R SBS-AA or PUMA
Composite Ply Fastener (min. equally spaced . 6-inch o.c. Gypsum-Fiber 6-inch o.c. SBS-AA
Plank . . Trisotech FA-RS
Premium 1.8-inch embed) center rows Roof Board
Min. 2- BURmas'tlc Tremcq Twin 6-inch o.c. at.: 4-inch (Optional) Min. 1.5- Min. O.S-mch AlphaGuard
inch Composite Ply Loc-Nail laps and 12-inch inch Trisotech G LRFIA or DensDeck Prime LRFIA or (Optional) FCLO. MTS
CWF-10. HT, BURmastic Assembled o.c. at four (4), None . ! LRFIA(BG), or SECUROCK LRFIA(BG), SBS-AA P ! -75.0
Tectum | . . Trisotech CGF or R L R SBS-TA or PUMA
Composite Ply Fastener (min. equally spaced . 6-inch o.c. Gypsum-Fiber 6-inch o.c.
Plank . A Trisotech FA-RS
Premium 1.8-inch embed) center rows Roof Board
SEBS-APPLIED BASE PLY:
. BURmastic Tremco Twin 6-inch o.c. at 4-inch . . Min. 0.5-inch
:\:!; 2| Composite Ply Loc-Nail laps and 12-inch i(r?cphtfrri‘:;)tx'h"él's' LRFIA or DensDeck Prime | LRFIA or BP-SEBS | (Optional) ?!:pI\SG'\L;I?rI'Sd
CWF-11. HT, BURmastic Assembled o.c. at four (4), None . ! LRFIA(BG), or SECUROCK LRFIA(BG), or SBS- BP-SEBS or ’ -75.0
Tectum | . . Trisotech CGF or R L R or PUMA
Composite Ply Fastener (min. equally spaced . 6-inch o.c. Gypsum-Fiber 6-inch o.c. SEBS SBS-SEBS
Plank . A Trisotech FA-RS
Premium 1.8-inch embed) center rows Roof Board
TORCH-APPLIED BASE PLY:
Min. 2- BURmas'tlc Tremcq Twin 6-inch o.c. at.: 4-inch . (Optional) Min. 1.5- Min. O.S-mch AlphaGuard
inch Composite Ply Loc-Nail laps and 12-inch (Optional) inch Trisotech G LRFIA or DensDeck Prime LRFIA or (Optional) ECLO. MTS
CWF-12. HT, BURmastic Assembled o.c. at four (4), BP-CAS or . ! LRFIA(BG), or SECUROCK LRFIA(BG), SBS-TA P ! -75.0
Tectum | . < Trisotech CGF or R . R SBS-TA or PUMA
Composite Ply Fastener (min. equally spaced SBS-CAS5 . 6-inch o.c. Gypsum-Fiber 6-inch o.c.
Plank : \ Trisotech FA-RS
Premium 1.8-inch embed) center rows Roof Board
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TABLE 6A: GYPSUM DECKS - REROOF (TEAR-OFF)

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Deck Base Insulation Top Insulation Roof Cover (Note 15)
System Attach MDP
(Note 1, Note Attach
No. - f]
o 12) Type Notes 6.7 8 Type jgl;t:s Base Ply Ply LARS (psf)
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Existing Min. 0.5-inch Trisotech G, Trisotech LRFIA or ) . . . . LRFIA or BP-CA6 or (Optional) BP-CA6 | AlphaGuard FC LO,
G1 | gypsumdeck | CGF, Trisotech, ISOGARD CG LRFIA(BG) Min. 0.5-inch Structodek HD with Primed Red Coating LRFIA(BG) | SBS-CA6 or SBS-CA6 MTS or PUMA FA-Rs | 1620
G2 Existing Min. 0.5-inch Trisotech G, Trisotech LRFIA or Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum- LRFIA or BP-CA6 or (Optional) BP-CA6 | AlphaGuard FC LO, 2025
: gypsum deck CGF, Trisotech, ISOGARD CG LRFIA(BG) Fiber Roof Board LRFIA(BG) SBS-CA6 or SBS-CA6 MTS or PUMA FA-RS ’
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Existing Min. 0.5-inch Trisotech G, Trisotech LRFIA or . . ) LRFIA or BP-CAS, (Optional) BP-CAS AlphaGuard FC LO,
G3- | gypsumdeck | CGF, Trisotech, ISOGARD CG LRFIA(BG) Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRFIA(BG) | SBS-CAS or SBS-CA5 MTS or PUMA FA-Rs | 127
Existing Min. 0.5-inch Trisotech G, Trisotech LRFIA or ) . ) ) . LRFIA or BP-CAS, (Optional) BP-CAS AlphaGuard FC LO,
G4 | gypsumdeck | CGF, Trisotech, ISOGARD CG LRFIA(BG) Min. 0.5-inch Structodek HD yigiiiigigred RQYLCOTRgg LRFIA(BG) | SBS-CAS or SBS-CAS MTS or PUMA FA-Rs | 1650
Existing Min. 0.5-inch Trisotech G, Trisotech LRFIA or ) . ) LRFIA or BP-CAS5, (Optional) BP-CA5 | AlphaGuard FC LO,
G5 | gypsumdeck | CGF, Trisotech, ISOGARD CG LRFIA(BG) Min. 0.25-inch DensDegk Prifg LRFIA(BG) | SBS-CAS or SBS-CAS MTS or PUMA FA-RS | 2922
HOT-ASPHALT-APPLIED BASE PLY:
Existing Min. 0.5-inch Trisotech G, Trisotech LRFIA or ) . ) . . LRFIA or BP-AA or (Optional) BP-AA AlphaGuard FC LO,
G-6. | gypsumdeck | CGF, Trisotech, ISOGARD CG LRFIA(BG) Min. 0.5-inch StruiQEREQU QLM ugEi#Foating LRFIA(BG) | SBS-AA or SBS-AA MTS or PUMA FA-Rs | 1620
oy Existing Min. 0.5-inch Trisotech G, Trisotech | LRFIA or :\n/':: 8gsm':ﬁhssgEﬁg‘éﬁ'égmsn”t”;;;?‘;rozcr’g:ﬁf 3; 16 | LRFIAOr BP-AAor | (Optional) BP-AA | AlphaGuard FC LO, 1800
: gypsum deck CGF, Trisotech, ISOGARD CG LRFIA(BG) N ’ LRFIA(BG) SBS-AA or SBS-AA MTS or PUMA FA-RS ’
inch DEXcell Cement Roof Board
Existing Min. 0.5-inch Trisotech G, Trisotech LRFIA or . ) . . . LRFIA or . AlphaGuard FC LO,
- Min. 0.5- HD hP R BS-AA 1) SBS-TA -165.
G-8 gypsum deck | CGF, Trisotech, ISOGARD CG LRFIA(BG) ITRQS-INggEtructodelpiiD with Primed Red Coating LRFIA(BG) | “B° (Optional) SBS MTS or PUMA FA-RS 650
- ) ) . . Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board or
Existing Min. 0.5-inch Trisotech G, Trisotech LRFIA or X R X LRFIA or . AlphaGuard FC LO,
G-9. gypsum deck CGF, Trisotech, ISOGARD CG LRFIA(BG) .mln. 0.5-inch SECUROCK Cement Roof Board or min. 7/16 LRFIA(BG) SBS-AA (Optional) SBS-TA MTS or PUMA FA-RS -180.0
inch DEXcell Cement Roof Board
SEBS-APPLIED BASE PLY:
Existing Min. 0.5-inch Trisotech G, Trisotech LRFIA or ) . . . . LRFIA or BP-SEBS or | (Optional) BP- AlphaGuard FC LO,

-10. . 0.5-inch k HD hP R -165.
G-10 gypsum deck | CGF, Trisotech, ISOGARD CG LRFIA(BG) TQ.0-5-inch Structodek HD with Primed Red Coating LRFIA(BG) | SBS-SEBS | SEBSor SBS-SEBS | MTS or PUMA FA-RS 650
611 Existing Min. 0.5-inch Trisotech G, Trisotech | LRFIA or xk"';}%iz;'gzgZegrsgesc_'i(n::r;scod;ggﬁEgriiftyszz;“' LRFIA or BP-SEBS or | (Optional) BP- AlphaGuard FC LO, 2025

gypsum deck CGF, Trisotech, ISOGARD CG LRFIA(BG) Board or min. 7/16-inch DEXcell Cement Roof Board LRFIA(BG) SBS-SEBS SEBS or SBS-SEBS MTS or PUMA FA-RS
TORCH-APPLIED BASE PLY:
Existing Min. 0.5-inch Trisotech G, Trisotech LRFIA or . . . LRFIA or . AlphaGuard FC LO,
G-12. gypsum deck CGF, Trisotech, ISOGARD CG LRFIA(BG) Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRFIA(BG) SBS-TA (Optional) SBS-TA MTS or PUMA EA-RS 180.0
Existing Min. 0.5-inch Trisotech G, Trisotech LRFIA or Min. 0.5-inch SECUROCK Cement Roof Board or min. 7/16- | LRFIA or . AlphaGuard FC LO,

-13. BS- BS- -202.

G-13 gypsum deck | CGF, Trisotech, ISOGARD CG LRFIA(BG) inch DEXcell Cement Roof Board LRFIA(BG) | B> TA (Optional) SBS-TA | \1r o PUMA FA-RS 02.5
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TABLE 68: GYPSUM DECKS - REROOF (TEAR-OFF)

SySTEM TYPE A-1: BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Deck Vapor Base Insulation Top Insulation Roof Cover (Note 15)
System (Note 1 Barrier R e MDP
No. Note 1, ac ac of
Note 12) (Note 15) Type (Notes 6,7,8) Type (Notes6,7,8) | B2%€PW Ply Lais) esf)
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
_ . . . . . . . . . AlphaGuard
G-14 Existing BP-CAG Min. 0.5-inch Trisotech G, Trisotech CGF, LRFIA or Min. 0.5-inch Structodek HD with Primed LRFIA or BP-CA6 or (Optional) BP- ECLO MTSor | -165.0
. gypsum deck Trisotech, ISOGARD CG LRFIA(BG) Red Coating LRFIA(BG) SBS-CA6 CA®6 or SBS-CA6 ’ ’
PUMA FA-RS
. . . . . ) : . . AlphaGuard
G-15 Existing BP-CA6 Min. 0.5-inch Trisotech G, Trisotech CGF, LRFIA or Min. 0.25-inch DensDeck Prime or LRFIA or BP-CA6 or (Optional) BP- FCLO. MTSor | -182.5
: gypsum deck Trisotech, ISOGARD CG LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board LRFIA(BG) SBS-CA6 CA6 or SBS-CA6 PUMA FA-RS ’
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
BP-CA Alph
616 Existing or SCBS? Min. 0.5-inch Trisotech G, Trisotech CGF, LRFIA or Min. 0.5-inch Structodek HD with Primed LRFIA or BP-CAS or (Optional) BP- FCpL(;GI\L;I?I'rSdor 165.0
gypsum deck cAS Trisotech, ISOGARD CG LRFIA(BG) Red Coating LRFIA(BG) SBS-CAS5 CAS5 or SBS-CA5 PUMA FA-RS
Min. 1-inch Trisotech G, Trisotech CGF,
BP-CA Tri h, E Polyiso | lati H- Alph
Existing CAS risotech, EnergyGuard Polyiso Insulation, LRFIA or Min. 0.625-inch SECUROCK Gypsum-Fiber | LRFIA or BP-CASor | (Optional) BP- phaGuard
G-17. cumdeck | " SBS- Shield, ISOGARD GL, Multi-Max FA3, ISOGARD LRFIA(BG) Roof Board LRFIA(BG) SBS-CAS CAS or SBS-CAS FCLO, MTSor | -195.0
gyp CA5 CG or UltraMax or Styrofoam Brand Roofmate, PUMA FA-RS
Highload 60 or Plazamate
- BP-CAS5 . . ) . . AlphaGuard
Existing Min. 0.5-inch Trisotech G, Trisotech CGF, LRFIA or ) . ) LRFIA or BP-CAS or (Optional) BP-
G-18. or SBS- X Min. 0.25-inch DensDeck Prime FCLO, MTSor | -262.5
gypsum deck cAS Trisotech, ISOGARD CG LRFIA(BG) LRFIA(BG) SBS-CAS5 CAS5 or SBS-CA5 PUMA FA-RS
HOT-ASPHALT-APPLIED BASE PLY:
. . . . . ) ) . ) . AlphaGuard
619 Existing BP-CAG Min. 0.5-inch Trisotech G, Trisotech CGF, LRFIA or Min. 0.5-inch Structodek HD with Primed LRFIA or BP-AA or (Optional) BP- FCLO MTSor | -165.0
: gypsum deck Trisotech, ISOGARD CG LRFIA(BG) Red Coating LRFIA(BG) SBS-AA AA or SBS-AA ! ’
PUMA FA-RS
Min. 0.25-inch SECUROCK Gypsum-Fiber AlohaGuard
620 Existing BP-CAG Min. 0.5-inch Trisotech G, Trisotech CGF, LRFIA or Roof Board or min. 0.5-inch SECUROCK LRFIA or BP-AA or (Optional) BP- FCpLO MTSor | -180.0
: gypsum deck Trisotech, ISOGARD CG LRFIA(BG) Cement Roof Board or min. 7/16-inch LRFIA(BG) SBS-AA AA or SBS-AA PUMAl FA-RS ’
DEXcell Cement Roof Board
Existing Min. 0.5-inch Trisotech G, Trisotech CGF LRFIA or Min. 0.5-inch Structodek HD with Primed LRFIA or (Optional) SBS AlphaGuard
-21. BP-CA o ’ ’ o BS-AA " | FCLO, MTS -165.
¢ gypsum deck CA& | Trisotech, ISOGARD CG LRFIA(BG) Red Coating LRFIA(BG) SBS TA or | -165.0
PUMA FA-RS
Min. 0.25-inch SECUROCK Gypsum-Fiber AlohaGuard
622 Existing BP-CAG Min. 0.5-inch Trisotech G, Trisotech CGF, LRFIA or Roof Board or min. 0.5-inch SECUROCK LRFIA or SBS-AA (Optional) SBS- FCpLO MTSor | -180.0
’ gypsum deck Trisotech, ISOGARD CG LRFIA(BG) Cement Roof Board or min. 7/16-inch LRFIA(BG) TA ! ’
PUMA FA-RS
DEXcell Cement Roof Board
SEBS-APPLIED BASE PLY:
" Bp-
623 Existing Bp.cag | Min- 05inch Trisotech G, Trisotech CGF, LRFIA or Min. 0.5-inch Structodek HD with Primed | LRFIA or BP-SEBS or (SCE)SE";':E‘S%S_P ?'CPFSG&??W 1650
: gypsum deck Trisotech, ISOGARD CG LRFIA(BG) Red Coating LRFIA(BG) SBS-SEBS SEBS PUM/; FARS ’
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TABLE 68: GYPSUM DECKS - REROOF (TEAR-OFF)

SySTEM TYPE A-1: BONDED VAPOR BARRIER, BONDED INSULATION, BONDED ROOF COVER

NEmMO | etc.e

Deck Vapor Base Insulation Top Insulation Roof Cover (Note 15)
System (Note 1 Barrier Attach Attach MDP
No. Note 1, T ac T ac Base PI Pl LAR (psf)
Note 12) (Note 15) VES (Notes 6,7,8) Ve (Notes 6,7,8) RSl Y S
Min. 0.25-inch DensDeck Prime or .
Goa | Existing gp.cag | Min.0.5inch Trisotech G, Trisotech CGF, LRFIA or SECUROCK Gypsum-Fiber Roof Board or LRFIA or BP-SEBS or gzg;“;’:‘g;s_’x ?(liprOaGl\L;l?l'rsdor 1825
’ gypsum deck Trisotech, ISOGARD CG LRFIA(BG) 0.5-inch SECUROCK Cement Roof Board or LRFIA(BG) SBS-SEBS SEBS PUM/—I\ FA-RS '
min. 7/16-inch DEXcell Cement Roof Board
TORCH-APPLIED BASE PLY:
Existing Min. 0.5-inch Trisotech G, Trisotech CGF LRFIA or Min. 0.25-inch SECUROCK Gypsum-Fiber LRFIA or (Optional) sBs- | AlPhaGuard
G-25. gypsumdeck | o A% | Trisotech, ISOGARD CG LRFIA(BG) Roof Board LRFIA(BG) SBS-TA TA FCLO, MTSor | -180.0
PUMA FA-RS
. . . . . Min. 0.5-inch SECUROCK Cement Roof . AlphaGuard
G-26. EX'S::;i deck | BP-CAG x;:é&f}']mfsg&s;;egg G, Trisotech CGF, tsi::&;) Board or min. 7/16-inch DEXcell Cement tEE::(g;) SBS-TA (T(ipm“a') 85 | kcLo, MTSor | -1825
EYP ' Roof Board PUMA FA-RS
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TABLE 6¢c: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SySTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (Note 15)
System Deck o Barrier e, . MDP
asten acl ac
No. (Note 1) Type Attach Type Type Base PI Pl LARS (psf)
o (Note 11) (Note 15) e (Notes 6,7,8) w (Notes 6,7,8) Y U
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
BURmastic Tremco Twin Loc- 6-inch o.c. at 4-inch (Optional) Min Min. 0.5-inch
Existing Composite Ply Nail Assembled laps and 12-inch 1 Sp—inch Trisotéch LRFIA or DensDeck Prime LRFIA or BP-CA6 (Optional) AlphaGuard
G-27. gypsum HT, BURmastic . o.c. at four (4), None S LRFIA(BG), or SECUROCK LRFIA(BG), or SBS- BP-CA6 or FCLO, MTS or -75.0
. Fastener (Field G, Trisotech CGF R . \
deck Composite Ply equally spaced . 6-inch o.c. Gypsum-Fiber 6-inch o.c. CA6 SBS-CA6 PUMA FA-RS
. W/D > 67 Ibf) or Trisotech
Premium center rows Roof Board
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
BURmastic Tremco Twin Loc- 6-inch o.c. at 4-inch (Optional) Min Min. 0.5-inch
Existing Composite Ply Nail Assembled laps and 12-inch (Optional) 1 Sp—inch Trisotéch LRFIA or DensDeck Prime LRFIA or BP-CAS5 (Optional) AlphaGuard
G-28. gypsum HT, BURmastic Fastener (Field o.c. at four (4), BP-CAS or G‘ Trisotech CGF LRFIA(BG), or SECUROCK LRFIA(BG), or SBS- BP-CAS or FCLO, MTS or -75.0
deck Composite Ply equally spaced SBS-CA5 T 6-inch o.c. Gypsum-Fiber 6-inch o.c. CAS SBS-CAS PUMA FA-RS
. W/D > 67 Ibf) or Trisotech
Premium center rows Roof Board
HOT-ASPHALT-APPLIED BASE PLY:
BURmastic Tremco Twin Loc- 6-inch o.c. at 4-inch (Optional) Min Min. 0.5-inch
Existing Composite Ply Nail Assembled laps and 12-inch 1 Sp—inch Trisotéch LRFIA or DensDeck Prime LRFIA or BP-AA or (Optional) AlphaGuard
G-29. gypsum HT, BURmastic . o.c. at four (4), None N LRFIA(BG), or SECUROCK LRFIA(BG), BP-AA or FC LO, MTS or -75.0
. Fastener (Field G, Trisotech CGF X . . SBS-AA
deck Composite Ply equally spaced \ 6-inch o.c. Gypsum-Fiber 6-inch o.c. SBS-AA PUMA FA-RS
. W/D > 67 Ibf) or Trisotech
Premium center rows Roof Board
BURmastic Tremco Twin Loc- 6-inch o.c. at 4-inch (Optional) Min Min. 0.5-inch
Existing Composite Ply Nail Assembled laps and 12-inch 1 Sp—inch Trisotéch LRFIA or DensDeck Prime LRFIA or (Optional) AlphaGuard
G-30. gypsum HT, BURmastic . o.c. at four (4), None — LRFIA(BG), or SECUROCK LRFIA(BG), SBS-AA P FC LO, MTS or -75.0
. Fastener (Field G, Trisotech CGF R . . SBS-TA
deck Composite Ply equally spaced ) 6-inch o.c. Gypsum-Fiber 6-inch o.c. PUMA FA-RS
. W/D > 67 Ibf) or Trisotech
Premium center rows Roof Board
SEBS-APPLIED BASE PLY:
BURmastic Tremco Twin Loc- 6-inch o.c. at 4-inch (Optional) Min Min. 0.5-inch
Existing Composite Ply Nail Assembled laps and 12-inch 1 Sp-inch Trisotéch LRFIA or DensDeck Prime LRFIA or BP-SEBS (Optional) AlphaGuard
G-31. gypsum HT, BURmastic . o.c. at four (4), None — LRFIA(BG), or SECUROCK LRFIA(BG), or SBS- BP-SEBS or | FCLO, MTS or -75.0
. Fastener (Field G, Trisotech CGF R X .
deck Composite Ply equally spaced X 6-inch o.c. Gypsum-Fiber 6-inch o.c. SEBS SBS-SEBS PUMA FA-RS
. W/D > 67 Ibf) or Trisotech
Premium center rows Roof Board
TORCH-APPLIED BASE PLy:
BURmastic Tremco Twin Loc- 6-inch o.c. at 4-inch (Optional) Min Min. 0.5-inch
Existing Composite Ply Nail Assembled laps and 12-inch (Optional) 1 Sp—inch Trisotéch LRFIA or DensDeck Prime LRFIA or (Optional) AlphaGuard
G-32. gypsum HT, BURmastic . o.c. at four (4), BP-CAS or — LRFIA(BG), or SECUROCK LRFIA(BG), SBS-TA P FC LO, MTS or -75.0
. Fastener (Field G, Trisotech CGF R . . SBS-TA
deck Composite Ply equally spaced SBS-CA5 . 6-inch o.c. Gypsum-Fiber 6-inch o.c. PUMA FA-RS
. W/D > 67 Ibf) or Trisotech
Premium center rows Roof Board
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TABLE 6D: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

NEmoO | etc.e

SyYsTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

plate*

System Deck Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) Type Fastener (Note 11) Spacing Base Ply | Ply LARS sf
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
BUR tic Gl Ply, BUR tic Gl Pl
633 Existing B ZSrI;JaSBERmaaSsStic\éomp:;iise Ilfly :_?S Y Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 18-inch o.c. at BP-CA6 or BP-CA6 or SBS- AlphaGuard FC LO, -45.0*
gypsum deck BURmastic Composite Ply Premium Fastener (Field W/D > 90 Ibf) | two (2), equally spaced, staggered center rows | SBS-CA6 CA6 MTS or PUMA FA-RS
G-34 Existing BURmastic Glass Ply, BURmastic Glass Ply Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two BP-CA6 or BP-CA6 or SBS- AlphaGuard FC LO, -60.0
: gypsum deck -281b Fastener (Field W/D > 80 Ibf) | (2), equally spaced, staggered center rows SBS-CA6 CA6 MTS or PUMA FA-RS :
G-35 Existing BURmastic Composite Ply HT, BURmastic -Ii—:\;ltnerl;(;i_(’;‘:?;:(?\s/\sliggligo 9-inch o.c. at 4-inch lap and 9-inch o.c. at two BP-CA6 or BP-CA6 or SBS- AlphaGuard FC LO, 750
: gypsum deck Composite Ply Premium Ibf) (2), equally spaced, staggered center rows SBS-CA6 CA6 MTS or PUMA FA-RS !
Trufast Vi F in.
Existing BURmastic Composite Ply HT, BURmastic zr;;,?t& :Ir:tae_:s;i::\;,s(mg: 9-inch o.c. at 4-inch laps and 9-inch o.c. attwo | BP-CA6 or BP-CA6 or SBS- AlphaGuard FC LO, -105.0
G-36. gypsum deck Composite Ply Premium piate* ! P (2), equally spaced, staggered center rows SBS-CA6 CA6 MTS or PUMA FA-RS !
Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
G-37 Existing ?L;zrlr:S;55::;520?;:;;?;5:?;5 Ply Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 18-inch o.c. at BP-CAS or BP-CAS or SBS- AlphaGuard FC LO, _45.0%
gypsum deck BURmastic Composite Ply Premium Fastener (Field W/D > 90 Ibf) | two (2), equally spaced, staggered center rows | SBS-CA5 CA5 MTS or PUMA FA-RS
638 Existing BURmastic Glass Ply, BURmastic Glass Ply Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two BP-CAS or BP-CAS or SBS- AlphaGuard FC LO, 60.0
: gypsum deck -281b Fastener (Field W/D > 80 Ibf) | (2), equally spaced, staggered center rows SBS-CA5 CA5 MTS or PUMA FA-RS :
Twin Loc-Nail A !
6-39 Existing BURmastic Composite Ply HT, BURmastic F:\;ItnenZi (F?elld \sl\s/jgﬂi igo 9-inch o.c. at 4-inch lap and 9-inch o.c. at two BP-CAS or BP-CAS or SBS- AlphaGuard FC LO, 750
: gypsum deck Composite Ply Premium Ibf) (2), equally spaced, staggered center rows SBS-CA5 CA5 MTS or PUMA FA-RS !
Truf F in.
Existing BURmastic Composite Ply HT, BURmastic Zr;;‘jtg s[:fezszi::v:,s(m:: 9-inch o.c. at 4-inch laps and 9-inch o.c. at two | BP-CAS or BP-CAS or SBS- AlphaGuard FC LO, 1050
G-40. gypsum deck Composite Ply Premium piate* ! P (2), equally spaced, staggered center rows SBS-CA5 CA5 MTS or PUMA FA-RS :
Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
HOT-ASPHALT-APPLIED BASE PLY:
Existing BURmastic Glass .PIy, BURm.ast|c N & Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 18-inch o.c. at BP-AA or SBS- AlphaGuard FC LO,
G-41. sum deck — 28 1b, BURmastic Composite Ply HT, Fastener (Field W/D > 90 Ibf) | two (2), equally spaced, staggered center rows | AA BP-AA or SBS-AA MTS or PUMA FA-RS 4507
gyp BURmastic Composite Ply Premium » equally sp » stagg
G-42 Existing BURmastic Glass Ply, BURmastic Glass Ply Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two BP-AA or SBS- BP-AA or SBS-AA AlphaGuard FC LO, -60.0
: gypsum deck -281b Fastener (Field W/D > 80 Ibf) | (2), equally spaced, staggered center rows AA MTS or PUMA FA-RS :
G-43 Existing BURmastic Composite Ply HT, BURmastic I;iltne,:l;:_(':‘:?;:j\s/\s;g}gligo 9-inch o.c. at 4-inch lap and 9-inch o.c. at two BP-AA or SBS- BP-AA or SBS-AA AlphaGuard FC LO, 75.0
: gypsum deck Composite Ply Premium Ibf) (2), equally spaced, staggered center rows AA MTS or PUMA FA-RS !
- . ) . Trufast Versa Fastener (min. ) . .
Existing BURmastic Composite Ply HT, BURmastic 2.25) & Plate; 3 screws per 9-inch o.c. at 4-inch laps and 9-inch o.c. at two | BP-AA or SBS- BP-AA OF SBS-AA AlphaGuard FC LO, 105.0
G-44. gypsum deck Composite Ply Premium . ! P (2), equally spaced, staggered center rows AA MTS or PUMA FA-RS :

Note:

*Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
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TABLE 6D: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

NEmoO | etc.e

SyYsTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Base Sheet Roof Cover (Note 15) mMbDP
No. (Note 1) Type Fastener (Note 11) Spacing Base Ply Ply LARS (psf)
G-45 Existing ?l;grlr:s;ﬁfr;aas:t:’cl\éo?:R:;;setg:lGll-z;\_?s Ply Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 18-inch o.c. at SBS-AA SBS.TA AlphaGuard FC LO, -45.0*
: gypsum deck BURme;stic Composite Pﬁ/ Premi:m ! Fastener (Field W/D > 90 Ibf) | two (2), equally spaced, staggered center rows MTS or PUMA FA-RS :
G-46 Existing BURmastic Glass Ply, BURmastic Glass Ply Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two SBS-AA SBS-TA AlphaGuard FC LO, -60.0
. gypsum deck -281b Fastener (Field W/D > 80 Ibf) | (2), equally spaced, staggered center rows MTS or PUMA FA-RS :
G-47 Existing BURmastic Composite Ply HT, BURmastic Pahgtnelr_\(;i_(’;‘:z:c?\sl\sl%ngligo 9-inch o.c. at 4-inch lap and 9-inch o.c. at two SBS-AA SBS-TA AlphaGuard FC LO, 75.0
! gypsum deck Composite Ply Premium Ibf) (2), equally spaced, staggered center rows MTS or PUMA FA-RS :
- ) . . Trufast Versa Fastener (min. . ) .
Existing BURmastic Composite Ply HT, BURmastic 2.25) & Plate; 3 screws per 9-inch o.c. at 4-inch laps and 9-inch o.c. at two SBS-AA SBS-TA AlphaGuard FC LO, 105.0
G-48. gypsum deck Composite Ply Premium piate* ’ P (2), equally spaced, staggered center rows MTS or PUMA FA-RS !
Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
SEBS-APPLIED BASE PLY:
G-49 Existing ?ggﬁaiﬁf:::ﬁiltoﬁjR(;:;Seh;lGll_?_?s Ply Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 18-inch o.c. at BP-SEBS or BP-SEBS or SBS- AlphaGuard FC LO, _45.0*
: gypsum deck BURmz;stic Composite PT:/ Premit\:m ! Fastener (Field W/D > 90 Ibf) | two (2), equally spaced, staggered center rows | SBS-SEBS SEBS MTS or PUMA FA-RS !
6-50 Existing BURmastic Glass Ply, BURmastic Glass Ply Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two BP-SEBS or BP-SEBS or SBS- AlphaGuard FC LO, -60.0
: gypsum deck -281b Fastener (Field W/D > 80 Ibf) | (2), equally spaced, staggered center rows SBS-SEBS SEBS MTS or PUMA FA-RS :
G51 Existing BURmastic Composite Ply HT, BURmastic I:z;neﬁZf_:?:?;:iiijg]EIigo 9-inch o.c. at 4-inch lap and 9-inch o.c. at two BP-SEBS or BP-SEBS or SBS- AlphaGuard FC LO, 750
: gypsum deck Composite Ply Premium Ibf) (2), equally spaced, staggered center rows SBS-SEBS SEBS MTS or PUMA FA-RS !
Existing BURmastic Composite Ply HT, BURmastic ;r;_rti?tgys{;?eiii::vzimlenr‘ 9-inch o.c. at 4-inch laps and 9-inch o.c. at two | BP-SEBS or BP-SEBS or SBS- AlphaGuard FC LO, 105.0
G-52. gypsum deck Composite Ply Premium piate* ! P (2), equally spaced, staggered center rows SBS-SEBS SEBS MTS or PUMA FA-RS !
Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
TORCH-APPLIED BASE PLY:
BUR ic Gl Ply, BUR ic Gl Pl
6-53 Existing —l;STLaSI;SFfmaassstic\éor: g;;zﬁ;lG:;s Y Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 18-inch o.c. at SBS-TA SBS-TA AlphaGuard FC LO, _45.0*
: gypsum deck BURm;stic Composite Pﬁ/ PremiZm y Fastener (Field W/D > 90 Ibf) | two (2), equally spaced, staggered center rows MTS or PUMA FA-RS !
G-54 Existing BURmastic Glass Ply, BURmastic Glass Ply Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two SBS-TA SBS-TA AlphaGuard FC LO, -60.0
: gypsum deck -281b Fastener (Field W/D > 80 Ibf) | (2), equally spaced, staggered center rows MTS or PUMA FA-RS :
G-55 Existing BURmastic Composite Ply HT, BURmastic I:\;Itr;;z(;_(’;‘:?el:s;\s;ggligo 9-inch o.c. at 4-inch lap and 9-inch o.c. at two SBS-TA SBS-TA AlphaGuard FC LO, 750
: gypsum deck Composite Ply Premium Ibf) (2), equally spaced, staggered center rows MTS or PUMA FA-RS !
- . . . Trufast Versa Fastener (min. . ) .
Existing BURmastic Composite Ply HT, BURmastic 2.25”) & Plate; 3 screws per 9-inch o.c. at 4-inch laps and 9-inch o.c. at two SBS-TA SBS-TA AlphaGuard FC LO, -105.0
G-56. gypsum deck Composite Ply Premium piate* ! P (2), equally spaced, staggered center rows MTS or PUMA FA-RS !
Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
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TABLE 7a: RECOVER APPLICATIONS

SySTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate
(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Top Insulation Roof Cover (Note 15)
System Substrate e P e, MDP
acl acl
No. Note 1, Note 12 T T B Pl Pl LARS (psf)*
( ) ype (Notes 6,7,8) ype (Notes 6,7,8) ase Y v
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
(Optional) Min. 0.5-inch Min. 0.25-inch DensDeck Prime or SECUROCK (Optional) AlphaGuard
R-1. S;ZV:;;SuUJ:ZZ(jtgtJeRr%?;/Zslr:;ds{s Sp:’:\i‘id Trisotech G, Trisotech CGF, LRFIA Gypsum-Fiber Roof Board or Min. 0.5-inch tgi:ﬁ(g;) SB;;%E;” BP-CA6or | FCLO,MTSor | -142.5
g Trisotech, ISOGARD CG Structodek HD with Primed Red Coating SBS-CA6 PUMA FA-RS
(Optional) Min. 0.5-inch . . . . (Optional) AlphaGuard
R-2. S;ZV:;:UUJ::Zdt:tJeRr%?):/ZSE;ds{s Sp:’:\i‘id Trisotech G, Trisotech CGF, LRFIA(BG) 2"0'2&:'5"”‘* StructodeRRQith Primed g tgi:ﬁ(g;) SB;;%E;” BP-CAGor | FCLO,MTSor | -165.0
& Trisotech, ISOGARD CG & SBS-CAG PUMA FA-RS
Existing smooth-surface or granule- (O-ptlonal) Mm.' 0.5-inch LRFIA or Min. 0.5-inch Structodek HD with Primed Red LRFIA or BP-CA6 or (Optional) AlphaGuard
k3. surface BUR or 58S modified bitumen | 1150tech G, Trisotech CGF, | ppyypg) | Coatin LRFIABG) | SBS-CAG | Ch.cAGOr | FCLO,MITS or | -165.0
Trisotech, ISOGARD CG J SBS-CA6 PUMA FA-RS
(Optional) Min. 0.5-inch ) ' ) (Optional) AlphaGuard
e | St et | e Mooancor, | spao | M 02 ek e rsEaion | Wiy | e | wieor | €l tar | ans
g Trisotech, ISOGARD CG P SBS-CA6 PUMA FA-RS
- (Optional) Min. 0.5-inch (Optional) AlphaGuard
R-5. SXIrng:eg ;S;Zthsgzrigzizgirsguﬁen Trisotech G, Trisotech CGF, tEE::(CI;ES) Min. 0.25-inch DensDeck Prime tgi::(ng) SBBPS(-:(?/;OI’ BP-CA6 or FCLO, MTSor | -262.5
Y Y Trisotech, ISOGARD CG SBS-CA6 PUMA FA-RS
L (Optional) Min. 0.5-inch (Optional) AlphaGuard
E h-surf le- LRFI LRFIA BP-CA
R-6. Sl’j'rz':f ;’S;‘:‘r S;‘;:ZZ;;?Z;E;Q” Trisotech G, Trisotech CGF, LRFIﬁ(ng) Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | o A(E'G) SBS(—:CISBN BP-CA6or | FCLO,MTSor | -285.0
Trisotech, ISOGARD CG SBS-CA6 PUMA FA-RS
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
(Optional) Min. 0.5-inch Min. 0.25-inch Dens Deck Prime or SECUROCK (Optional) AlphaGuard
R-7. S;ZV:;CSUUJ:ZZ‘{[EEQT:):’“QSE?Q Sp:‘:\:ﬁjd Trisotech G, Trisotech CGF, LRFIA Gypsum-Fiber Roof Board or Min. 0.5-inch tﬁi::(‘;;) SBBPS%;“ BP-CASor | FCLO, MTSor | -142.5
8 Trisotech, ISOGARD CG Structodek HD with Primed Red Coating SBS-CA5 PUMA FA-RS
fﬁfff!fﬂ:iﬁf BeRr%z:/ZSr;Z(i{esp?:\i?d (Optional) Min. 0.5-inch LRFIA or Bp-cAs or | (OPtional) | AlphaGuard
R-8. or smooth-surface or ranule—sufface Trisotech G, Trisotech CGF, LRFIA(BG) Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRFIA(BG) SBS-CAS BP-CAS5 or FCLO, MTSor | -157.5
- g Trisotech, ISOGARD CG SBS-CA5 PUMA FA-RS
BUR or SBS modified bitumen
(Optional) Min. 0.5-inch . . . . (Optional) AlphaGuard
R-9. S;Z":;Csuugzzzdtgiz:/fm‘i{s Sp‘::\i?d Trisotech G, Trisotech CGF, LRFIA(BG) 2/22“25 inch Structodek HD with Primed Red tﬁi:ﬁ(‘;;) gg;éi’sor BP-CASor | FCLO, MTSor | -165.0
g Trisotech, ISOGARD CG g SBS-CAS PUMA FA-RS
Existing smooth-surface or granule- (O‘ptlonal) Mm.' Y LRFIA or Min. 0.5-inch Blue Ridge Structodek HD with Primed | LRFIA or BP-CAS5 or (Optional) AlphaGuard
R-10. surface BUR or SBS modified bitumen JisotecTig Trigtech CGF, LRFIA(BG) Red Coatin LRFIA(BG) SBS-CAS BP-CASor | FCLO,MTSor | -165.0
Trisotech, ISOGARD CG J SBS-CA5 PUMA FA-RS
(Optional) Min. 0.5-inch (Optional) AlphaGuard
- B L BP-
R-11. S;Z":;:u”::zzdm L::;ﬂg:f:;i‘l Sp:‘:ﬁd Trisotech G, Trisotech CGF, LRFIA(BG) Min. 0.25-inch DensDeck Prime Lﬁi:ﬁ(g;) Sgs??:;r BP-CASor | FCLO, MTSor | -187.5
g Trisotech, ISOGARD CG SBS-CA5 PUMA FA-RS
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TABLE 7a: RECOVER APPLICATIONS

NEmoO | etc.e

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate
(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Top Insulation Roof Cover (Note 15)
System Substrate e P o MDP
No. Note 1, Note 12 Type ac Type ac Base Pl PI LARS (psf)*
( ) yp (Notes 6,7,8) yp (Notes 6,7,8) v v
- (Optional) Min. 0.5-inch (Optional) AlphaGuard
R-12. f:'rsf;':eg i Zths;:r:gzi‘;ggr;ir;ﬁ:en Trisotech G, Trisotech CGF, tﬁi:ﬁ(‘;;) Min. 0.25-inch DensDeck Prime tsi:ﬁ(‘;) SBBP;?:S‘” BP-CASor | FCLO,MTSor | -262.5
Trisotech, ISOGARD CG SBS-CA5 PUMA FA-RS
HOT-ASPHALT-APPLIED BASE PLY:
Min. 0.25-inch DensDeck Prime, SECUROCK
(Optional) Min. 0.5-inch Gypsum-Fiber Roof Board or min. 0.5-inch (Optional) AlphaGuard
R-13. S;ZV\':CSUUJ:ZZ‘{[EE(&R&‘ZU;SEZ Sp:‘:\?jd Trisotech G, Trisotech CGF, LRFIA SECUROCK Cement Roof Board or min. 7/16-inch tgi::(‘;s) EBPS/_":‘AOF BP-AAor | FCLO,MTSor | -142.5
8 Trisotech, ISOGARD CG DEXcell Cement Roof Board , Structodek HD with SBS-AA PUMA FA-RS
Primed Red Coating
(Optional) Min. 0.5-inch ) ) . , (Optional) AlphaGuard
R-14. S;ZV\':CSUUJ:ZZ‘{[EE(&R&‘ZU;SEZ Sp:‘:\?jd Trisotech G, Trisotech CGF, LRFIA(BG) CM(;ZtIgS G StructoRRE HOREh Primed Red tgi::(‘;s) EBPS/_":‘AOF BP-AAor | FCLO,MTSor | -165.0
g Trisotech, ISOGARD CG & SBS-AA PUMA FA-RS
Existing smooth-surface or granule- (O-ptlonal) Mm.' 0.5-inch LRFIA or Min. 0.5-inch Structodek HD with Primed Red LRFIA or BP-AA or (Optional) AlphaGuard
R5- | surface BUR or 58S modified bitumen | 11150tech G, Trisotech CGF, | gy gy | oatin LRFIABG) | SBS-AA | SPAAOr | FCLO,MITS or | -165.0
Trisotech, ISOGARD CG J SBS-AA PUMA FA-RS
. . . Min. 0.25-inch DensDeck Prime, SECUROCK .
Gravel-surfaced BUR, brushed/spudded (O-ptlonal) Mmf 0.5-inch Gypsum-Fiber Roof Board or min. 0.5-inch LRFIA or BP-AA or (Optional) AlphaGuard
R-16. and vacuumed to remove loose gravel | |11>0tech G, Trisotech CGF, LRFIA(BG) SECUROCK Cement Roof Board or min. 7/16-inch LRFIA(BG) SBS-AA BP-Ador | FCLO,MTSor | -180.0
”“ & Trisotech, ISOGARD CG : SBS-AA PUMA FA-RS
DEXcell Cement Roof Board
- (Optional) Min. 0.5-inch Min 0.25—‘|nch DensDeck Prlmg, SECUBOCK (Optional) AlphaGuard
Existing smooth-surface or granule- h . LRFIA or Gypsum-Fiber Roof Board or min. 0.5-inch LRFIA or BP-AA or
R-17. surface BUR or SBS modified bitumen Trisotech G, Trisotech CGF, LRFIA(BG) SECUROCK Cement Roof Board or min. 7/16-inch LRFIA(BG) SBS-AA BP-Ador | FCLO,MTSor | -180.0
! ! Trisotech, ISOGARD CG : SBS-AA PUMA FA-RS
DEXcell Cement Roof Board
Min. 0.25-inch DensDeck Prime, SECUROCK
(Optional) Min. 0.5-inch Gypsum-Fiber Roof Board or min. 0.5-inch . AlphaGuard
R-18. S;ZV:E:CS”r:ZZ‘igL:eRr;‘Z;“esr;‘Zi/e Sp:‘:\:ﬁjd Trisotech G, Trisotech CGF, LRFIA SECUROCK Cement Roof Board or min. 7/16-inch tﬁi::(‘;;) SBS-AA (s(;‘s)flTTal) FCLO, MTSor | -142.5
ud & Trisotech, ISOGARD CG DEXcell Cement Roof Board , Structodek HD with PUMA FA-RS
Primed Red Coating
(Optional) Min. 0.5-inch . . . ) . AlphaGuard
R-19. S;Z":;:f::;g‘igL::f;f;:/ff;i‘i/e Spf:\ifd Trisotech G, Trisotech CGF, LRFIA(BG) 2/22“?,5 inch Structodek HD with Primed Red tﬁi:ﬁ(‘é;) SBS-AA (s(;Fs)flTTal) FCLO, MTSor | -165.0
g Trisotech, ISOGARD CG g PUMA FA-RS
Existing smooth-surface or granule- (O‘ptlonal) Mm.' g™ " LRFIA or Min. 0.5-inch Structodek HD with Primed Red LRFIA or (Optional) AlphaGuard
R-20. surface BUR or SBS modified bitumen Qyisotecig, TrisBtech CGF, LRFIA(BG) Coatin LRFIA(BG) SBS-AA SBS-TA FCLO,MTSor | -165.0
Trisotech, ISOGARD CG 3 PUMA FA-RS
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TABLE 7a: RECOVER APPLICATIONS

NEmoO | etc.e

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate
(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Top Insulation Roof Cover (Note 15)
System Substrate e P o MDP
No. Note 1, Note 12 T ac T ac Base PI Pl LARS (psf)A
( ) ype (Notes 6,7,8) ype (Notes 6,7,8) ase Y v
Min. 0.25-inch DensDeck Prime, SECUROCK
(Optional) Min. 0.5-inch ) ! ) ) AlphaGuard
R21. Gravel-surfaced BUR, brushed/spudded Trisotech G, Trisotech CGF, LRFIA(BG) Gypsum-Fiber Roof Board or min. 0.; inch ' LRFIA or SBS-AA (Optional) FCLO, MTSor | -180.0
and vacuumed to remove loose gravel . SECUROCK Cement Roof Board or min. 7/16-inch LRFIA(BG) SBS-TA
Trisotech, ISOGARD CG PUMA FA-RS
DEXcell Cement Roof Board
. . . Min. 0.25-inch DensDeck Prime, SECUROCK
R-22 Existing smooth-surface or granule- '(I'?izzzerlE:)GM'll'r:i.s%tS;::chF LRFIA or Gypsum-Fiber Roof Board or min. 0.5-inch LRFIA or SBS-AA (Optional) ?!ZPF;GAL;I?I'?or -180.0
. surface BUR or SBS modified bitumen ) , ! LRFIA(BG) SECUROCK Cement Roof Board or min. 7/16-inch LRFIA(BG) SBS-TA ’ ’
Trisotech, ISOGARD CG PUMA FA-RS
DEXcell Cement Roof Board
SEBS-APPLIED BASE PLY:
Min. 0.25-inch DensDeck Prime, SECUROCK
(Optional) Min. 0.5-inch Gypsum-Fiber Roof Board or min. 0.5-inch (Optional) AlphaGuard
R-23. S;ZV\Z:csu”ﬁzzdtgir{r%z;fﬂ;i Sp:’:ﬁd Trisotech G, Trisotech CGF, LRFIA SECUROCK Cement Roof Board or min. 7/16-inch tgi:ﬁ(g;) SB;S?SEESS” BP-SEBSor | FCLO, MTSor | -142.5
g Trisotech, ISOGARD CG DEXcell Cement Roof Board , Structodek HD with SBS-SEBS PUMA FA-RS
Primed Red Coating
(Optional) Min. 0.5-inch . . . ) (Optional) AlphaGuard
R-24. aGr:Z":;CSUUJ:ZZ(’t:EeRr%g;fEi{? Sp:’:\i‘id Trisotech G, Trisotech CGF, LRFIA(BG) 2/22“25 TRk 0dek HD with Primed Red tii:ﬁ(gr(;) ngs?sESSSOr BP-SEBSor | FCLO, MTSor | -165.0
g Trisotech, ISOGARD CG & SBS-SEBS | PUMA FA-RS
Existing smooth-surface or granule- (O-ptlonal) Mmf 0.5-inch LRFIA or Min. 0.5-inch Structodek HD with Primed Red LRFIA or BP-SEBS or (Optional) AlphaGuard
R-25. surface BUR or SBS modified bitumen | |"150tech G, Trisotech CGF, LRFIA(BG) | Coatin LRFIA(BG) | sBs-segs | Crocesor | FCLO,MTSor ) -165.0
Trisotech, ISOGARD CG J SBS-SEBS PUMA FA-RS
. . ) Min. 0.25-inch DensDeck Prime or SECUROCK .
Gravel-surfaced BUR, brushed/spudded (O-ptlonal) Mmf 0.5 Gypsum-Fiber Roof Board or 0.5-inch SECUROCK LRFIA or BP-SEBS or (Optional) AlphaGuard
R-26. and vacuumed to remove loose gravel Trisotech G, Trisotech CGF, CRKLEE) Cement Roof Board or min. 7/16-inch DEXcell LRFIA(BG) SBS-SEBS BP-SEBS or | FCLO,MTSor | -187.5
”“ & Trisotech, ISOGARD CG : SBS-SEBS | PUMA FA-RS
Cement Roof Board
- (Optional) Min. 0.5-inch (Optional) AlphaGuard
R-27. Z"rsf;':eg ;'S; ‘;trhs;‘;r:gziggirz:::en Trisotech G, Trisotech CGF, tﬁi:i(g;) Min. 0.25-inch DensDeck Prime tﬁi::(‘;;) SBBP;SEEB;S‘” BP-SEBSor | FCLO, MTSor | -262.5
Trisotech, ISOGARD CG SBS-SEBS PUMA FA-RS
- (Optional) Min. 0.5-inch Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board (Optional) AlphaGuard
R-28. Z'rsf;':eg E'SQ?rhs?sr:(iZi%reirgﬂﬂﬁen Trisotech G, Trisotech CGF, tﬁi::(;s) or 0.5-inch SECUROCK Cement Roof Board or min. I[EE::(%E) SBP:EEB;SW BP-SEBSor | FCLO, MTSor | -285.0
Trisotech, ISOGARD CG 7/16-inch DEXcell Cement Roof Board SBS-SEBS PUMA FA-RS
TORCH-APPLIED BASE PLY:
(Optional) Min. 0.5-inch Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board . AlphaGuard
- B L
R-29. S;Z":;:u”::zzdm t’eRr'nz:f:Li‘l 59:‘;\1’7" Trisotech G, Trisotech CGF, LRFIA or Min. 0.5-inch SECUROCK Cement Roof Board or Lgi:ﬁ(g;) SBS-TA (Sc;gf';l’\”a') FCLO, MTSor | -142.5
8 Trisotech, ISOGARD CG min. 7/16-inch DEXcell Cement Roof Board PUMA FA-RS
(Optional) Min. 0.5-inch . AlphaGuard
R-30. S;Z";:csu”::;fﬂgL::f#;:/‘:m‘l Spf:\i‘?d Trisotech G, Trisotech CGF, LRFIA(BG) Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board tﬁi:i(g;) SBS-TA (s(;?ITTal) FCLO, MTSor | -180.0
& Trisotech, ISOGARD CG PUMA FA-RS
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NEmMO | etc.e
TABLE 7A: RECOVER APPLICATIONS

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate
(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Top Insulation Roof Cover (Note 15)
System Substrate e s o MDP
No. Note 1, Note 12 T ac T ac Base PI Pl LARS (psf)A
( ) ype (Notes 6,7,8) ype (Notes 6,7,8) ase By Y
. (Optional) Min. 0.5-inch . AlphaGuard
Exist th-surf; le- LRFIA LRFIA t |
R-31. S;"r':;;:eg ;['}F‘:Zr séirrizzi%@irﬁﬁﬁien Trisotech G, Trisotech CGF, LRI A(‘;;) Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | ‘o A(:;) SBS-TA g;g_'TTa )| FcLo, MTsor | -180.0
Trisotech, ISOGARD CG PUMA FA-RS
(Optional) Min. 0.5-inch . . . . AlphaGuard
| Syt W ateddied | o Touncor, | unase) | S OSSO CenentfBamd o | Wer | s | ot | (€15 s | a7
g Trisotech, ISOGARD CG PUMA FA-RS
Existing smooth-surface or granule- (O.ptlonal) Mm: 0.5-inch LRFIA or Min. 0.5-inch SECUROCK Cement Roof Board or min. | LRFIA or (Optional) AlphaGuard
iEED surface BUR or SBS modified bitumen Trisotech G, Trisotech CGF, LRFIA(BG) 7/16-inch DEXcell Cement Roof Board LRFIA(BG) SBS-TA SBS-TA FCLO,MTSor | -262.5
Trisotech, ISOGARD CG PUMA FA-RS

TABLE 78: RECOVER APPLICATIONS

SysTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate (See Note 12). The deck and
substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

System Substrate ; MDP
No. (Note 1, Note 12) Primer Roof Cover (Note 15) _s A
: Existing fully adhered smooth or granule-surfaced asphalt BUR, smooth- or granule . ) : }
R-34. surfaced SBS modified bitumen or granule-surfaced APP modified bitumen (Optional) AlphaGuard WB Primer AlphaGuard FCLO, MTS or PUMA FA-RS 285.0
Existing fully adhered smooth or granule-surfaced asphalt BUR, smooth- or granule . .

R-35. surfaced SBS modified bitumen or granule-surfaced APP modified bitumen (Optional) AlphaGuard PUMA Primer 107 AlphaGuard PUMA FA-RS 285.0
©ONEMO ETC LLC P.E. EVALUATION REPORT: 8™ EDITION FBC NON-HVHZ PEER-TRM-004.A.R11 for FL15545-R11 (NON-HVHZ)
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TABLE 7c: RECOVER APPLICATIONS

NEmoO | etc.e

SysTEM TYPE F: LIGHTWEIGHT CONCRETE OVER EXISTING ROOF, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new LWC and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate (See Note 12). The
deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Substrat . . . . Roof C MDP
Sy':toe.m (Not:lsl\::tz 12) Lightweight Concrete (Note 14) Surfacing Treatment Primer ?\l(:)teol‘;er (psf)*
L Celcore SBS (Sanded (Optional when Primer used) AQUAFIN (Optional when
- CELCORE (FL2037): .
R-36. En)(:;ilgijrsiz?:eiurface SBS Min. 340 psi. Min. 2-inch thick. Cel Cellular C " Bonding Surface) at 1 VAPORTIGHT COAT-SG2 or AQUAFIN Treatment used) :E:E’Filfsgd -157.5
in. 340 psl, Min. 2-inch thick, Lelcore Leflular Loncrete | oallon/square. VAPORTITGHT COAT-5G3 AlphaGuard C-Prime
L Celcore SBS (Sanded
Existing smooth-surface SBS | CELCORE (FL2037): . AlphaGuard
R-37. . . Bonding Surf: t1 N AlphaGuard PUMA VB -157.5
modified bitumen Min. 340 psi, Min. 2-inch thick, Celcore Cellular Concrete g:IrI]orI\r/]sgquuarr:(:e) @ one phaGuar PUMA FA-RS
fa8 Existing smooth-surface SBS | CELCORE (FL2037): gz:gif Ss'ausrg:g)d:td L | AQUAFIN VAPORTIGHT COAT-5G2 or (F,%F:\;'Z"Pﬂmel':qggﬁrd AlphaGuard 1575
: modified bitumen Min. 340 psi, Min. 2-inch thick, Celcore Cellular Concrete g AQUAFIN VAPORTITGHT COAT-SG3 PUMA FA-RS ’
gallon/square. AlphaGuard PUMA VB
Existing asphalt BUR with Celcore SBS (Sanded (Optional when Primer used) AQUAFIN | (Optional when
CELCORE (FL2037): Alph
R-39. flood coat & gravel (loose Min. 230 osi. Mim. 2-inch thick. Celcore Cellular Concret Bonding Surface)at1 | VAPORTIGHT COAT-5G2 or AQUAFIN Treatment used) Mﬁsii‘_’;;d -465.0
gravel removed) n. pst, Miin. 2-inch thick, Lelcore Leflular Loncrete gallon/square. VAPORTITGHT COAT-SG3 AlphaGuard C-Prime
Existing asphalt BUR with Celcore SBS (Sanded
CELCORE (FL2037): . AlphaGuard
R-40. flood coat & gravel (loose Bonding Surface) at 1 None AlphaGuard PUMA VB -465.0
g ( Min. 230 psi, Min. 2-inch thick, Celcore Cellular Concrete € ) P PUMA FA-RS
gravel removed) gallon/square.
v | et | cacons o o s ot | saunem o conrscaor | ST s | g
’ & Min. 230 psi, Min. 2-inch thick, Celcore Cellular Concrete £ AQUAFIN VAPORTITGHT COAT-SG3 PUMA FA-RS ’
gravel removed) gallon/square. AlphaGuard PUMA VB
. . Pre-existent, min. 2-inch thick cellular lightweight X . .
Existing asphalt BUR with concrete Celcore SBS (Sanded (Optional when Primer used) AQUAFIN | (Optional when AlphaGuard
R-42. flood coat & gravel (loose Compressive: 230 psi Bonding Surface) at 1 VAPORTIGHT COAT-SG2 or AQUAFIN Treatment used) M?S FARS -465.0
gravel removed) ] P ’ P gallon/square. VAPORTITGHT COAT-SG3 AlphaGuard C-Prime
Withdrawal: Tremco FM-90 Base Sheet Fastener: 97 |bf
- X Pre-existent, min. 2-inch thick cellular lightweight
Existing asphalt BUR with concrete Celcore SBS (Sanded AlphaGuard
R-43. flood coat & gravel (loose Compressive: 230 psi Bonding Surface) at 1 None AlphaGuard PUMA VB PL?MA FARS -465.0
gravel removed) ) ' gallon/square.
Withdrawal: Tremco FM-90 Base Sheet Fastener: 97 Ibf
Existi halt BUR with Pre-existent, min. 2-inch thick cellular lightweight Cel SBS (Sanded Obtionall AlohaGuard
R-44 ﬂ)SZd"li:: Z( aravel (Izltl)se concrete Birfgir: Sunsaig) jt 1 | AQUAFIN VAPORTIGHT COAT-SG2 or LUF:\/IIZnPari)me‘r) 1?)7l:frr AlphaGuard -465.0
: g Compressive: 230 psi g AQUAFIN VAPORTITGHT COAT-SG3 PUMA FA-RS ’
gravel removed) . gallon/square. AlphaGuard PUMA VB
Withdrawal: Tremco FM-90 Base Sheet Fastener: 97 Ibf
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