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Certificate of Authorization #32455
353 Christian Street, Unit #13
Oxford, CT 06478

® (203) 262-9245
ENGINEER TEST CoNSsuLT
P.E. EVALUATION REPORT (PEER)
Tremco CPG, Inc. PEER-TRM-006.B.R19
3735 Green Road FL20325-R21 (HVHZ)
Beachwood, OH 44122 Date of Issuance: 06/14/2016
(800) 562-2728 Revision 19: 12/12/2025

SCcOoPE:

This P.E. Evaluation Report (henceforth ‘PEER’) is issued under F.A.C. Rule 61G20-3 and the applicable rules and regulations governing the
use of construction materials in the State of Florida. The documentation submitted has been reviewed by Robert Nieminen, P.E. for use of
the product under the Florida Building Code. The product described herein has been evaluated for compliance with the 8t Edition (2023)
Florida Building Code, High Velocity Hurricane Zone sections noted herein.

DescripTIoN: Tremco Modified Bitumen Roof Systems (HVHZ)

LABELING: Labeling shall be in accordance with the requirements of the Accredited Quality Assurance Agency noted herein.

CoNTINUED ComPLIANCE: This PEER is valid until such time as the named product(s) changes, the referenced Quality Assurance or production
facility location(s) changes, or Code provisions that relate to the product(s) change. Acceptance of our PEERs by the named client constitutes
agreement to notify NEMO ETC, LLC of any changes to the product(s), the Quality Assurance or the production facility location(s). NEMO
ETC, LLC requires a complete review of its PEER relative to updated Code requirements with each Code Cycle.

ADVERTISEMENT: “NEmo P.E. Evaluated” may be displayed in advertising literature. If any portion of the PEER is displayed, then it shall be in
its entirety.

INsPECTION: Upon request, a copy of this entire PEER shall be provided to the user by the manufacturer or its distributors and shall be available
for inspection at the job site at the request of the Building Official.

This PEER consists of pages 1 through 5, plus a 135-page Appendix. Lot ",
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CERTIFICATION OF INDEPENDENCE:

1. NEMO ETC, LLC does not have, nor does it intend to acquire or will it acquire, a financial interest in any company manufacturing or
distributing products it evaluates.

2. NEMO ETC, LLC is not owned, operated, or controlled by any company manufacturing or distributing products it evaluates.

3. Robert Nieminen, P.E. does not have nor will acquire, a financial interest in any company manufacturing or distributing products for
which the PEERs are being issued.

4. Robert Nieminen, P.E. does not have, nor will acquire, a financial interest in any other entity involved in the approval process of the
product.

5. This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer of Record for any
project on which this PEER, or previous versions thereof, is/was used for permitting or design guidance unless retained specifically for
that purpose.
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https://www.nemoetc.com/
https://tremcoroofing.com/
https://www.flrules.org/gateway/ChapterHome.asp?Chapter=61G20-3

ROOFING SYSTEMS EVALUATION:

1. SCOPE:
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Product Category:

Sub-Category:

Product Approval Method:
Compliance Statement:

Roofing

Modified Bitumen Roof Systems

Method 1, Option D — Codified Material, Evaluation by Engineer
Tremco Modified Bitumen Roof Systems, as produced by Tremco CPG, Inc., have

demonstrated compliance with the following sections of the 8t Edition (2023) Florida Building Code, High Velocity
Hurricane Zone (HVHZ) through testing in accordance with the following Standards. Compliance is subject to the
Installation Requirements and Limitations of Use set forth herein.

2. STANDARDS:

PROPERTY
Resistance to Foot Traffic
Wind resistance

SECTION
TAS 110
TAS 110
TAS 110
TAS 110
TAS 110
TAS 110

Susceptibility to Hail Damage

Susceptibility to Leakage

Material standard (asphaltic)

Material standard (modified bitumen)

STANDARD
TAS 114, Section 8.9

TAS 114, Appendix C, D or J

TAS 114, Appendix F

TAS 114, Appendix G

ASTM D2178, ASTM D4601
ASTM D6162, ASTM D6163, ASTM D6164, ASTM D6222, ASTM D6509

3. REFERENCES:

ENTITY

ERD (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
PRI (TST5878)
ACRC (TST4671)
ERD (TST11294)
ERD (TST11294)
ERD (TST11294)
ERD (TST11294)
ERD (TST11294)
ERD (TST11294)
ERD (TST11294)
ERD (TST11294)
ERD (TST11294)
ERD (TST6049)
ERD (TST6049)
ERD (TST6049)
ERD (TST6049)
ERD (TST6049)
ERD (TST6049)
ERD (TST6049)
ERD (TST6049)

ONEMO ETC, LLC

EXAMINATION
ASTM D4601
ASTM D2178
ASTM D6162
ASTM D6163
ASTM D6162
ASTM D6162
ASTM D6162
ASTM D6163
ASTM D6163
ASTM D6164
ASTM D6164
ASTM D6162
ASTM D6163
ASTM D6163
ASTM D6163
ASTM D6163
ASTM D6164
ASTM D4601
ASTM D6162
ASTM D6509
ASTM D6222
ASTM D6222
ASTM D6163
ASTM D6163
ASTM D6163
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
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REFERENCE
TRM-5C9680.05.16
4-TRM-18-002.04.18-2
4S-TRM-18-002.11.18
TRM-5C16860.04.18
49-TRM-19-SSMBB-01.B
49-TRM-19-SSMBB-01.C
49-TRM-19-SSMBB-01.D
49-TRM-19-SSMBB-01.E
49-TRM-19-SSMBB-01.F
49-TRM-19-SSMBB-01.G
49-TRM-19-SSMBB-01.H
49-TRM-19-SSMBB-01.A
49-TRM-19-SSMBB-03.A
49-TRM-19-SSMBB-03.B
49-TRM-19-SSMBB-03.C
49-TRM-19-SSMBB-03.D
49-TRM-21-SSMBB-01.A
49-TRM-21-SSMBB-02.A.R1
49-TRM-21-SSMBB-03.A
50770190
JMC-330-02-01
JMC-330-02-03
50770104

50770105

82470047

07-015
JM-SC11190.03.16
13625.04.17; TRM-S1
13625.04.17-1; TRM-S2
13625.05.17-1-R1
13625.05.17-2A
13625.07.17-2
15770.09.17-2
13625.11.17-2
13625.12.17-2B
4674.11.01-1
2011.K39690SC
TRM-SC6775.12.14
TRM-5C6775.01.15
TRM-5C6775.11.15-09-1
TRM-5C9625.11.15-2-R1
11675.06.16-1
11090.07.16-1

DaTE

05/03/16
04/27/18
11/28/18
04/27/18
10/24/19
10/24/19
10/24/19
10/24/19
10/24/19
10/24/19
10/24/19
02/07/20
04/22/20
04/22/20
04/22/20
04/22/20
07/20/21
01/04/22
07/19/22
05/02/22
10/17/18
10/17/18
05/11/21
05/11/21
06/09/22
04/17/07
03/11/16
04/06/17
04/20/17
06/05/17
06/05/17
07/20/17
09/20/17
12/07/17
12/21/17
11/21/01
08/20/12
12/31/14
01/02/15
11/12/15
11/17/15
06/08/16
07/18/16

ENTITY

FM (TST1867)

FM (TST1867)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST11294)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)
NEMO (TST6049)

EXAMINATION

4470/4474
4470/4474
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
TAS 114
Criticality
TAS 114
TAS 114
Criticality
Criticality
TAS 114
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Tremco Modified Bitumen Roof Systems
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REFERENCE

3051558

3055491 (LTR)
13625.01.18-1
13625.01.18-3B
13625.01.18-4B
13625.01.18-6B
13625.01.18-7
TRM-CTL15770.09.17-2
2-TRM-18-001.01.18-1B
2-TRM-18-001.05.18-1
2-TRM-18-001
2-TRM-18-001.07.18-1A
2-TRM-18-001.07.18-2A
2-TRM-18-001; TRM-C18
2-TRM-18-001
2-TRM-18-001
2-TRM-18-001.10.18.A
2-TRM-18-001
2a-TRM-19-LSWUS-01.A
2a-TRM-20-LSWUS-01
2a-TRM-20-LSWUS-03.A
2a-TRM-20-LSWUS-02.A
2a-TRM-21-LSWUS-01.A
23-TRM-23-LSWUS-01
TRM-5C13940.01.18-1B
4-TRM-18-006.03.18-1
4-TRM-18-006.05.18-1
4-TRM-18-006; TRM-C13
4-TRM-18-006; TRM-C18
4-TRM-18-006.08.18-1
4-TRM-18-006.08.18-2
4-TRM-18-006.08.18-3
2-TRM-18-001; TRM-B7
4-TRM-18-006.11.18
4-TRM-18-006; TRM-C23
43-TRM-19-LSWUS-02.A
4a-TRM-19-LSWUS
4i-TRM-19-SSCRT
43-TRM-20-LSWUS-01.A
4a-TRM-20-LSWUS-04.A
4i-TRM-20-SSCRT-02.A
4i-TRM-20-SSCRT-01.A
43-TRM-21-LSWUS-01.A

Darte

12/04/15
02/10/16
01/08/18
01/08/18
01/08/18
01/09/18
01/12/18
01/15/18
01/29/18
05/17/18
07/13/18
07/16/18
07/16/18
08/15/18
10/11/18
10/26/18
10/31/18
11/09/18
01/15/20
04/08/20
09/23/20
11/11/20
01/18/22
09/11/23
01/12/18
03/27/18
05/25/18
06/28/18
07/26/18
08/02/18
08/02/18
08/02/18
08/10/18
11/20/18
12/04/18
03/18/19
06/11/19
06/17/19
06/15/20
11/17/20
11/17/20
05/06/21
06/15/21

PEER-TRM-006.B.R19
FL20325-R21 (HVHZ)
Revision 19: 12/12/2025
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ENTITY EXAMINATION REFERENCE DATE ENTITY EXAMINATION REFERENCE DATE
ERD (TST6049) TAS 114 12530.10.16-2; TRM-20A 10/11/16 NEMO (TST6049) TAS 114 4a-TRM-21-LSWUS-02.A 10/08/21
ERD (TST6049) TAS 114 12935.10.16; TRM-21 10/11/16 NEMO (TST6049) TAS 114 4a-TRM-21-LSWUS-04.A 10/08/21
ERD (TST6049) TAS 114 11090.10.16-1 10/20/16 NEMO (TST6049) TAS 114 4i-TRM-21-SSCRT-02.A 11/11/21
ERD (TST6049) TAS 114 11675.10.16; TRM-19 10/20/16 NEMO (TST6049) Criticality 4i-DAP-21-SSCRT-01.A.R1 03/03/22
ERD (TST6049) TAS 114 TRM-5C13940.09.17 09/20/17 NEMO (TST6049) TAS 114 4a-TRM-22-LSWUS-01.A 05/24/22
FM (TST1867) 4470/4474 3002823 04/01/99 NEMO (TST6049) TAS 114 4a-TRM-22-LSWUS-02.A 05/24/22
FM (TST1867) 4470/4474 4D2A3.AM 09/04/99 NEMO (TST6049) Criticality 4i-TRM-22-SSCRT-03.A 06/27/22
FM (TST1867) 4470/4474 3005298 05/10/02 NEMO (TST6049) Criticality 4i-TRM-22-SSCRT-04.A 10/12/22
FM (TST1867) 4470/4474 3018579 10/09/03 NEMO (TST6049) Criticality 4u-ACES-23-SSMFP-01.A 05/24/23
FM (TST1867) 4470/4474 3018436 02/09/04 NEMO (TST6049) Criticality 4i-ACES-23-SSCRT-01 08/30/23
FM (TST1867) 4470/4474 3018437 02/09/04 NEMO (TST6049) Criticality 4i-TRM-23-SSCRT.01.A.R1 11/07/23
FM (TST1867) 4470/4474 3015502 12/30/04 NEMO (TST6049) TAS 114 4a-TRM-23-LSWUS-04.A 11/20/23
FM (TST1867) 4470/4474 3026215 05/19/06 NEMO (TST6049) Criticality 4i-TRM-23-SSCRT.03.A 03/18/24
FM (TST1867) 4470/4474 3027863 11/08/06 NEMO (TST6049) TAS 114 4a-TRM-LSWUS-001.A 11/15/24
FM (TST1867) 4470/4474 3025185 05/22/07 NEMO (TST6049) TAS 114 4a-TRM-LSWUS-003.A 11/21/25
FM (TST1867) 4470/4474 3033461 09/16/08 PRI (TST5878) TAS 114 TRE-162-02-02 06/22/15
FM (TST1867) 4470/4474 3039057 04/21/11 NEMO Traceability NE-FRM-0025-01 06/11/21
FM (TST1867) 4470/4474 3043423 12/14/11 NEMO Traceability NE-FRM-0025-01 06/11/21
FM (TST1867) 4470/4474 3043018 01/27/12 NEMO Traceability TRFM-0020-JM 02/28/23
FM (TST1867) 4470/4474 3045534 04/04/12 NEMO Traceability NE-FRM-0025-01-GAF 11/21/23
FM (TST1867) 4470/4474 3040922 06/13/12 UL LLC (QUA9625) Traceability L14A, MLA 12/27/22
FM (TST1867) 4470/4474 3045650 09/27/12 UL (QUA9625) QA Service Confirmation 07/31/25
FM (TST1867) 4470/4474 3048493 09/24/13 UL (QUA9625) QA Florida BCIS Current

4. PRODUCT DESCRIPTION:

This PEER covers Tremco Modified Bitumen Roof Systems installed in accordance with Tremco published
installation instructions and the Limitations of Use herein.

TABLE 1: EVALUATED MEMBRANES
TYPE ProbuCT MATERIAL STANDARD PLANT(S)
REFERENCE TYPE GRADE
BURmastic Glass Ply D4601 Il N/A OH
BURmastic Glass Ply — 28 Ib D4601 Il N/A OH
BASE SHEETS BURmastic Composite Ply HT D4601 1] N/A OH
BURmastic Composite Ply Premium D4601 1] N/A OH
BURmastic Composite Ply HT Green D4601 1] N/A OH
PLY SHEETS THERMglass Type !V D2178 \Y N/A OK
THERMglass Premium VI D2178 Vi N/A OK
APP. SMOOTH-SURFACE POWERply APP Base Sheet D6509 N/A N/A GA
’ POWERply APP Smooth D6222 I S GA
APP, GRANULE-SURFACE POWERply APP FR D6222 [ G GA
POWERply SBS Base HW D6162 11} S TX
POWERply Endure 300 Smooth D6162 11} S OH
POWERply Endure 320 Smooth D6162 Il S OH
POWERply Standard Smooth D6163 [ S OH
SBS, SMOOTH-SURFACE POWERply Standard Smooth HW D6163 [ S GA
POWERply Endure 100 Smooth D6163 1] S OH
POWERply Heavy Duty Base Sheet D6163 1] S OH
POWERply 2PM D6164 [ S OH
POWERply Endure 200 Smooth D6164 [ S OH
©NEMO ETC, LLC PEER-TRM-006.B.R19
Certificate of Authorization #32455 P.E. EVALUATION REPORT: 8" EDITION (2023) FBC HVHZ FL20325-R21 (HVHZ)
Tremco Modified Bitumen Roof Systems Revision 19: 12/12/2025
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TABLE 1: EVALUATED MEMBRANES
TYPE PrRoDUCT MATERIAL STANDARD PLANT(S)
REFERENCE TYPE GRADE
POWERply Endure 300 FR D6162 1l G OH
POWERply Endure 320 FR D6162 1l G OH
POWERply SBS Deluxe HW D6162 1l G TX
POWERply Standard D6163 | G OH
POWERply Standard FR D6163 | G OH
SBS, GRANULE SURFACE POWERply Standard FR GT24C D6163 I G AR
POWERply Standard FR HW D6163 | G OH
POWERply Endure 100 FR D6163 1l G OH
POWERply 3GR D6164 | G OH
POWERply Endure 200 FR D6164 1 G OH

5. LIMITATIONS:

5.1 This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer
of Record for any project on which this PEER, or previous versions thereof, is/was used for permitting or design
guidance. PEERs are not to be construed as representing any attributes not specifically listed, nor are PEERs to be
construed as an endorsement of the subject, or a recommendation for its use. There is no warranty by NEMO ETC,
LLC or Robert Nieminen, P.E., express or implied, as to any finding or other matter in this PEER, or as to any product
covered by the PEER.

5.2 This PEER is exclusively for use in High Velocity Hurricane Zone jurisdictions, as defined in FBC Chapter 2 (Broward
and Miami-Dade Counties).

5.3 The evaluation herein pertains to above-deck roof components; deck-attachment details pertain to ‘as-tested’
conditions under Testing Application Standard TAS 114, Appendix J. Roof decks shall be in accordance with FBC
HVHZ requirements to the satisfaction of the Authority Having Jurisdiction.

5.4 This PEER does not include evaluation of fire classification. Refer to FBC HVHZ 1516 for requirements and
limitations regarding roof assembly fire classification. Refer to FBC 2603 for requirements and limitations
concerning the use of foam plastic insulation.

5.5 This PEER does not include evaluation of roof edge termination. Refer to Roofing Application Standard RAS 111
for requirements and limitations regarding edge securement for low-slope roofs.

5.6 Refer to FBC HVHZ 1521 for requirements and limitations regarding recover installations.

5.6.1 For mechanically attached components over existing roof decks, fasteners shall be tested in the existing deck for
withdrawal resistance. A qualified design professional shall review the data for comparison to the minimum
requirements for the system. Testing shall be in accordance with Testing Application Standard TAS 105.

5.6.2 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the
existing deck or existing roof surface shall be examined for compatibility with the adhesive to be installed. If any
surface conditions exist that bring system performance into question, field uplift testing in accordance with Testing
Application Standard TAS 124 shall be conducted on mock-ups of the proposed new roof assembly.

5.6.3 For bonded insulation or membrane over existing substrates in a recover installation, the existing roof system shall
be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having
Jurisdiction, as documented through field uplift testing in accordance with Testing Application Standard TAS 124.

©ONEMO ETC, LLC PEER-TRM-006.B.R19
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5.7 Refer to Appendix 1 for system attachment requirements for wind load resistance.

5.7.1 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads,
and reflects the ultimate passing pressure divided by 2 (the 2 to 1 margin of safety per Testing Application
Standard TAS 114 has already been applied). Refer to FBC HVHZ 1620 and Roofing Application Standard RAS 128
for determination of design wind loads.

5.7.2 For mechanically attached components, the maximum design pressure for the selected assembly shall meet or
exceed at least the Zone 1 PRIME design pressure determined in accordance with FBC HVHZ 1620 or Roofing
Application Standard RAS 128. Elevated pressure zones shall employ an attachment density designed by a
qualified design professional to resist the elevated pressure criteria. Analysis shall be in accordance with Roofing
Application Standard RAS 117 or RAS 137. *This extrapolation is not permitted for systems marked with an
asterisk*.

5.7.3 For tables and/or assemblies marked with an asterisk*, the maximum design pressure (MDP) limitation shall be
applicable to all roof pressure zones. Rational analysis is not permitted.

5.8 All components in the roof assembly shall have quality assurance audit in accordance with F.A.C. Rule 61G20-3.
Refer to the Product Approval of the component manufacturer for components listed in Appendix 1 that are
produced by a Product Manufacturer other than the report holder on Page 1 of this PEER.

6. INSTALLATION:
Tremco Modified Bitumen Roof Systems shall be installed in accordance with Tremco CPG, Inc. current, published
installation instructions, subject to the Limitations of Use noted herein.

7. BUILDING PERMIT REQUIREMENTS:
As required by the Building Official or Authority Having Jurisdiction to properly evaluate the installation of this
product.

8. IMANUFACTURING PLANTS:

Contact the named QA entity for manufacturing facilities covered by F.A.C. Rule 61G20-3 QA requirements. Refer
to Section 4 herein for products and production locations having met codified material standards.

9. QUALITY ASSURANCE ENTITY:
UL (QUA9625): (360) 817-5512; bsai.inspections@ul.com

- THE 135-PAGES THAT FOLLOW FORM PART OF THIS PEER -
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APPENDIX 1: ATTACHMENT REQUIREMENTS FOR WIND UPLIFT RESISTANCE

TABLE DECK APPLICATION TYPE DESCRIPTION PAGE
1A Wood New, Reroof (Tear-Off) or Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 11
1B Wood New, Reroof (Tear-Off) B-2 Mechanically Attached Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 15
1c Wood New or Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Boned Roof Cover 17
1p Wood New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 19
1e Wood New, Reroof (Tear-Off) or Recover D-2 Insulated, Mechanically Attached Base Sheet (screws & plates), Bonded Roof Cover 20
1r Wood New, Reroof (Tear-Off) or Recover D-2 Insulated, Mechanically Attached PowerFAST, Bonded Roof Cover 21
16 Wood New or Reroof (Tear-Off) E-2 Non-Insulated, Mechanically Attached Base Sheet (nails), Bonded Roof Cover 23
1H Wood New, Reroof (Tear-Off) or Recover E-2 Non-Insulated, Mechanically Attached Base Sheet (screws & plates), Bonded Roof Cover 24
1 Wood New, Reroof (Tear-Off) or Recover E-2 Non-Insulated, Mechanically Attached PowerFAST, Bonded Roof Cover 25
2A Steel New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 27
2B Steel New, Reroof (Tear-Off) A-3 Bonded Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 37
2c Steel or Structural Concrete New, Reroof (Tear-Off) or Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 40
2D Steel New, Reroof (Tear-Off) B-2 Mechanically Attached Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 55
2E Steel or Structural Concrete New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 67
2F Steel New, Reroof (Tear-Off) or Recover D-2 Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 75
2G Steel New, Reroof (Tear-Off) or Recover D-2 Insulated, Mechanically Attached PowerFAST, Bonded Roof Cover 76
3A Structural Concrete New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 78
3B Structural Concrete New or Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 83
4A Deck with Lightweight concrete Reroof (Tear-Off) A-1 LWC to Deck, Bonded Insulation, Bonded Roof Cover 85
4B Deck with Lightweight concrete New, Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 89
4c Deck with Lightweight concrete Reroof (Tear-Off) or Recover C-1 LWC to Deck, Mechanically Attached Insulation, Bonded Roof Cover 92
4p Deck with Lightweight concrete New, Reroof (Tear-Off) E-2 LWC to Deck, Mechanically Attached Base Sheet, Bonded Roof Cover 104
4€ Deck with Lightweight concrete New, Reroof (Tear-Off) or Recover E-2 LWC to Deck, Mechanically Attached PowerFAST, Bonded Roof Cover 108
4F Deck with Lightweight concrete New, Reroof (Tear-Off) E-2 Vapor Barrier to Deck, LWC to Vapor Barrier, Mechanically Attached Base Sheet, Bonded Roof Cover 109
4G Deck with Lightweight concrete New, Reroof (Tear-Off) F LWC to Deck, Bonded Roof Cover 114
4H Deck with Lightweight concrete New, Reroof (Tear-Off) F Vapor Barrier to Deck, LWC to Vapor Barrier, Bonded Roof Cover 115
5A Cementitious wood fiber New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 116
58 Cementitious wood fiber New, Reroof (Tear-Off) or Recover B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Boned Roof Cover 117
6A Existing gypsum Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 120
6B Existing gypsum Reroof (Tear-Off) A-1a Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 121
6C Existing gypsum Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Boned Roof Cover 123
6D Existing gypsum Reroof (Tear-Off) or Recover E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 129
7A Various Recover A-1 Bonded Insulation, Bonded Roof Cover 131
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The following notes apply to the systems outlined herein:

1  The roof system evaluation herein pertains to above-deck roof components. Roof decks and structural members shall be in accordance with FBC HVHZ requirements to the satisfaction of the Authority Having
Jurisdiction. Deck-attachment details pertain to ‘as-tested’ conditions under Testing Application Standard TAS 114, Appendix J.

2 Unless otherwise noted, fasteners and stress plates shall be as follows. Recessed plates are not for use with cement-based or gypsum-based hardboard coverboards. Fasteners shall be of sufficient length for the
following engagements:

FASTENER/PLATE OPTIONS
DEck TYPE By FBC FiLe OR NOA PARTS MINIMUM ENGAGEMENT
Tremco CPG N/A Tremco #12 DP or'Tremco #14 .HD vs{ith Tremco 3” Metal Insulation P!ate 9r Trem?o #1211 Fastener or Tremco
#1410 Fastener with Tremco Disc 3 in. Steel Stress Plate or Tremco Disc Ribbed 3 in. Steel Stress Plate
ACE #1? or ACE #15 with ACE 3” BE Insulation Plate or ACE 3” WW Ir.1$ulation Plate (with polyisocyanurate Minimum %-inch plywood
s Ace Screws 23-0525.02 insulation, TremBoaro!AC, DEXcell Cement Roof Board, DensDeck Prime, DEXcell FA Glass Mat Roof Board or penetration or wood plank
SECUROCK Gypsum-Fiber Roof Board) embedment
Altenloh, Brinck and Co. U.S., Inc. 24-0227.06 Trufast #12 DP or Trufast #14 HD with Trufast 3” Metal Insulation Plate
OMG, Inc. 24-0627.03 OMG #12 Standard or OMG #14 Heavy Duty with OMG 3 in. Galvalume Steel Plate or 3 in. Ribbed Galvalume
Plate
Tremco CPG N/A Tremco #12 DP or-Tremco #14 ‘HD vs{ith Tremco 3” Metal Insulation P!ate f” Trem.co #1211 Fastener or Tremco
#1410 Fastener with Tremco Disc 3 in. Steel Stress Plate or Tremco Disc Ribbed 3 in. Steel Stress Plate
ACE #12 or ACE #15 with ACE 3” BE Insulation Plate or ACE 3” WW Insulation Plate (with polyisocyanurate . X R
Ace Screws 23-0525.02 insulation, TremBoard AC, DEXcell Cement Roof Board, DensDeck Prime, DEXcell FA Glass Mat Roof Board or Minimum %-inch steel penetration
SIEES SECUROCK Gypsum-Fiber Roof Board) and leggafe the top flute of the
Altenloh, Brinck and Co. U.S., Inc. 24-0227.06 Trufast #12 DP or Trufast #14 HD with Trufast 3” Metal Insulation Plate steel dec
OMG, Inc. 24-0627.03 OMG #12 Standard or OMG #14 Heavy Duty with OMG 3 in. Galvalume Steel Plate or 3 in. Ribbed Galvalume
Plate
Tremco #14 HD with Tremco 3” Metal Insulation Plate or Tremco #1410 Fastener with Tremco Disc 3 in. Steel
Tremco CPG N/A - .
Stress Plate or Tremco Disc Ribbed 3 in. Steel Stress Plate Minimum 1.25-inch embedment.
STRUCTURAL ACE #15 with ACE 3” BE Insulation Plate or ACE 3” WW In‘sulation Plate (with polyisocyanurate insulation, Fastener installed with a pilot hole
Ace Screws 23-0525.02 TremBoard AC, DEXcell Cement Roof Board, DensDeck Prime, DEXcell FA Glass Mat Roof Board or SECUROCK in accordance with the fastener
CONCRETE Gypsum-Fiber Roof Board) manufacturer’s published
Altenloh, Brinck and Co. U.S., Inc. 24-0227.06 Trufast #14 HD with Trufast 3” Metal Insulation Plate installation instructions
OMG, Inc. 24-0627.03 OMG #14 Heavy Duty or CD-10 with OMG 3 in. Galvalume Steel Plate or 3 in. Ribbed Galvalume Plate

3 Unless otherwise noted, insulation may be any one layer or combination of FBC Approved (Local or Statewide) board(s) that meet FBC HVHZ 1516 and, for foam plastic, FBC Chapter 26, when installed with the roof
cover.

4 Minimum 200 psi, minimum 2-inch thick FBC HVHZ Approved lightweight insulating concrete may be substituted for or installed below, rigid insulation board for System Types B-1, C-1, C-2, D-1 or D-2, whereby
fasteners are installed through the lightweight insulating concrete to engage the structural deck. The structural deck shall be of equal or greater type, thickness and strength to the steel and structural concrete
deck listings. Roof decks and structural members shall be in accordance with FBC requirements to the satisfaction of the Authority Having Jurisdiction. This is a wind uplift resistance allowance and does not purport
to address non-wind-uplift-related issues, such as deck venting or moisture levels within the LWIC and the potential effect on overlying components. If mechanical attachment to the structural deck through
lightweight insulating concrete is proposed, field withdrawal resistance testing shall be performed to confirm equivalent or determine enhanced fastening patterns and density. All testing and fastening design
shall be in compliance with Testing Application Standard TAS 105 and Roofing Application Standard RAS 117 and/or RAS 137. Calculations shall be prepared, signed and sealed by a qualified design professional.

5  Preliminary insulation attachment: Unless otherwise noted, use FBC HVHZ Approved roofing fasteners and plates minimum four fasteners per 4 x 8 ft board or minimum two fasteners per 4 x 4 ft board.
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6  Unless otherwise noted, insulation adhesive application rates are as follows.
e Ribbon or bead width is at the time of application; the ribbons/beads shall expand as noted in the manufacturer’s published instructions.
o If applying hot asphalt to concrete deck, deck shall be primed with ASTM D41 primer.
e When multiple layers(s) of insulation and/or coverboard are installed in ribbon-applied adhesive, board joints shall be staggered.
e The maximum edge distance from the adhesive ribbon to the edge of the insulation board shall be not less than one-half the specified ribbons spacing.
INSULATION ADHESIVE REFERENCES
By ADHESIVE REFERENCE MINIMUM RATE NoOTE
Tremco Low Rise Foam Insulation Adhesive LRFIA Continuous ribbons, 12-inch o.c.
- - - - - - Refer to Note 18 for allowable alternates
Tremco Low Rise Foam Insulation Adhesive (BG) | LRFIA(BG) Continuous ribbons, 12-inch o.c.
Tremco PSF Adhesive may be used as an alternate to LRFIA or LRFIA(BG) with the following substrates:
SUBSTRATE USE SUBSTRATE OPTIONS
Deck: | plywood, OSB, steel, structural concrete, Tectum and existing gypsum deck
Tremco Vapor Barrier: | AVC Max, BURmastic Composite Ply HT, BURmastic Composite Ply Premium,
cPG Tremco PSF Adhesive PSFA Continuous ribbons, 12-inch o.c. ;g&?ﬁx:t;ngguég:ﬁ;g:;E(?a\?’l;;{sqlzj:hd:;i 100 Smooth, POWERply Endure
Insulation: | Trisotech G or Trisotech CGF
Coverboard: | TremBoard AC, DEXcell Cement Roof Board, Structodek HD with Primed Red
Coating, DensDeck, DensDeck Prime or DEXcell FA Glass Mat Roor Board
Recover substrate: | Existing smooth-surface or granule-surface BUR or SBS modified bitumen
Generic Hot asphalt Full coverage at 25-30 Ibs/square

7  Unless otherwise noted, all insulations are flat-stock or taper board of the minimum thickness noted. Tapered polyisocyanurate at the following thickness limitations may be substituted with the following Maximum
Design Pressure (MDP) limitations. In no case shall these values be used to ‘increase’ the MDP listings in the tables; rather if MDP listing below meets or exceeds that listed for a particular system in the tables,
then the thinner board listed below may be used as a drop-in for the equivalent thicker material listed in the table.

MDP LIMITATIONS FOR TAPERED POLYISOCYANURATE INSULATIONS
INSULATION MIN. TAPERED
ADHESIVE LisTED PRODUCT FBC HVHZ FiLE THICKNESS (IN) MDP {psf)
LRFIA or LRFIA(BG) Any polyisocyanurate listed with adhesive herein Various 0.5 -157.5

8 Bonded polyisocyanurate insulation boards shall be maximum 4 x 4 ft.

9  For mechanically attached components, the maximum design pressure for the selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in accordance with FBC HVHZ 1620 or
Roofing Application Standard RAS 128. Elevated pressure zones shall employ an attachment density designed by a qualified design professional to resist the elevated pressure criteria in accordance with Roofing
Application Standard RAS 117 or RAS 137. *This extrapolation is not permitted for systems marked with an asterisk*

10 For tables and/or assemblies marked with an asterisk*, the maximum design pressure for the selected assembly shall meet or exceed critical design pressure determined in accordance with FBC Chapter 16. No
rational analysis is permitted for these systems.

11  For mechanically attached components over existing decks, fasteners shall be tested in the existing deck for withdrawal resistance in accordance with Testing Application Standard TAS 105. A qualified design
professional shall review the data for comparison to the minimum requirements for the system. Should the fastener resistance be less than that required, a revised fastener spacing — prepared, signed and sealed
by a qualified design professional in accordance with Roofing Application Standard RAS 117 or RAS 137 — may be submitted to the Building Official for review and acceptance. For systems using Trufast Versa-Fast,
the number of Versa-Fast Fasteners installed through the Versa-Fast Plate may be increased from the minimum noted in order to yield minimum required withdrawal resistance.
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12 Refer to FBC HVHZ 1521 for requirements and limitations regarding recover installations. For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the existing deck
or existing roof surface shall be examined for compatibility with the adhesive to be installed. If any surface conditions exist that bring system performance into question, field uplift testing shall be conducted on
mock-ups of the proposed new roof assembly. For bonded insulation or membrane over existing substrates in a recover installation, the existing roof system shall be capable of resisting project design pressures
on its own merit to the satisfaction of the Authority Having Jurisdiction, as documented through field uplift testing in accordance with Testing Application Standard TAS 124.

12A  Reference to “Existing gravel-surfaced asphaltic built-up roof, brushed / spudded and vacuumed to
remove loose gravel” in Table 7A is intended to convey an as-tested condition whereby any loose-gravel
that does not remain embedded in the asphalt flood coat after brushing and/or spudding be removed.
The gravel that remains embedded in the asphalt flood coat remains.

13 For Structural Concrete Deck or Recover Applications using System Type C-1 the base insulation layer is optional and for System Type C-2, D-1 or D-2, the insulation is optional. Alternatively, an FBC HVHZ Approved
insulation board or coverboard may be used as a separation layer. Board products shall be preliminarily attached prior to roof cover installation (Note 5). The separator component shall be documented as meeting
FBC HVHZ 1516 and, for foam plastic, FBC Chapter 26, when installed with the roof cover in Recover applications.

14  Lightweight insulating concrete (LWIC) shall be cast in accordance with FBC Section 1917 to the satisfaction of the Authority Having Jurisdiction. For systems where specific LWIC is referenced, refer to current LWIC
FBC HVHZ Product Approval for specific deck construction and limitations. Unless otherwise noted, for systems where specific LWIC is not referenced, the minimum design mix shall be 300 psi. In all cases, the
minimum top-coat thickness is 2-inches. For LWIC over structural concrete, reference is made to FBC Section 1917.4.1, Point 1.

14A  For “pre-existent” LWIC references, listings were established through testing over lightweight concrete cast using only foaming agent (ASTM C896), water and Portland cement (ASTM C150), with no proprietary
additives, in accordance with procedures adopted by Miami-Dade BCCO (FBC CER1592). Use of these listings in new construction or re-roof (tear-off) applications is at the discretion of the Designer or Record and
Authority Having Jurisdiction.
As a field QA measure of the pre-existent cellular lightweight concrete:
» Compressive strength testing shall be conducted in accordance with ASTM €513 and shall yield an average result as per the system listing.
» Field withdrawal resistance testing in accordance with Note 11 shall yield an average result as per the system listing.
» If question exists as to wind uplift performance of the pre-existent cellular lightweight concrete, or adhesion to the LWC surface, field uplift testing in accordance with Note 12 is recommended.
All testing shall be performed by an accredited testing agency acceptable to the Authority Having Jurisdiction
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MEMBRANE / ADHESIVE COMBINATIONS
REFERENCE LAYER MATERIAL APPLICATION
BP-CAL Base Ply or Ply: | BURmastic Glass Ply, BURmastic Glass Ply — 28 Ib, BURmastic Composite Ply HT, BURmastic Composite Ply Premium, BURmastic Composite Ply HT Green
Cap Ply: | BURmastic Glass Ply, BURmastic Glass Ply — 28 Ib, BURmastic Composite Ply HT, BURmastic Composite Ply Premium, BURmastic Composite Ply HT Green POWERply Standard Cold
Base Ply or Ply: POWERply Endure 300 Smooth, POWERply Endure 320 Smooth, POWERply Standard Smooth, POWERply Endure 100 Smooth, POWERply Heavy Duty Base, Adhesive or BURmastic
SBS-CAL POWERply Endure 200 Smooth Adhesive at full-coverage,
Cap Ply: POWERply Standard Smooth, POWERply Heavy Duty Base, POWERply Endure 300 FR, POWERply Endure 320 FR, POWERply Standard, POWERply Standard FR, 1.5-2.0 gal/square
POWERply Standard FR GT24C, POWERply Endure 100 FR, POWERply 3GR, POWERply Endure 200 FR
Tremco LR Adhesive
BP-CA4 Base Ply or Ply: | BURmastic Composite Ply HT, BURmastic Composite Ply Premium, BURmastic Composite Ply HT Green [LRA], ribbons spaced per
Tables
BP-CAS Base Ply or Ply: | One or more BURmastic Composite Ply HT, BURmastic Composite Ply Premium, BURmastic Composite Ply HT Green
Cap Ply: | BURmastic Composite Ply HT, BURmastic Composite Ply Premium, BURmastic Composite Ply HT Green
Base Ply or Ply: One or more POWERply Endure 300 Smooth, POWERply Endure 320 Smooth, POWERply Standard Smooth, POWERply Endure 100 Smooth, POWERply Heavy POWE'RpIy Endure BIO
Duty Base, POWERply 2PM, POWERply Endure 200 Smooth Adhesive TF at full-
SBS-CA5 Cap Ply: POWERply Standard Smooth, POWERply Heavy Duty Base, POWERply Endure 300 FR, POWERply Endure 320 FR, POWERply Standard, POWERply Standard FR, coverage, 2.0 gal/square
POWERply Standard FR GT24C, POWERply Endure 100 FR, POWERply 3GR, POWERply Endure 200 FR
Note: | POWERply Endure BIO Adhesive TF shall not be utilized in combination with solvent-based, cold-process adhesives.
Snea Base Ply or Ply: | BURmastic Glass Ply, BURmastic Glass Ply — 28 Ib, BURmastic Composite Ply HT, BURmastic Composite Ply Premium, BURmastic Composite Ply HT Green
Cap Ply: | BURmastic Glass Ply, BURmastic Glass Ply — 28 Ib, BURmastic Composite Ply HT, BURmastic Composite Ply Premium, BURmastic Composite Ply HT Green BURmastic Adhesive MC
Base Ply or Ply: POWERply Endure 300 Smooth, POWERply Endure 320 Smooth, POWERply Standard Smooth, POWERply Endure 100 Smooth, POWERply Heavy Duty Base, at full-coverage, 2.0
SBS.CAG POWERply 2PM, POWERply Endure 200 Smooth gal/square
Cap Ply: POWERply Standard Smooth, POWERply Heavy Duty Base, POWERply Endure 300 FR, POWERply Endure 320 FR, POWERply Standard, POWERply Standard FR,
POWERply Endure 100 FR, POWERply 3GR, POWERply Endure 200 FR
One or more BURmastic Glass Ply, BURmastic Glass Ply — 28 |b, THERMglass Type IV, THERMglass Premium VI, BURmastic Composite Ply HT, BURmastic
BP-AA Base Ply or Ply: Composite Ply Premium, BURmastic Composite Ply HT Green
Cap Ply: | BURmastic Composite Ply HT, BURmastic Composite Ply Premium, BURmastic Composite Ply HT Green Hot asphalt at 20-40
Base Ply or Ply: One or more POWERply Endure 300 Smooth, POWERply Endure 320 Smooth, POWERply Standard Smooth, POWERply Endure 100 Smooth, POWERply Heavy Ibs/square
SBS-AA Duty Base, POWERply 2PM, POWERply Endure 200 Smooth
Cap Ply: POWERply Standard Smooth, POWERply Heavy Duty Base, POWERply Endure 300 FR, POWERply Endure 320 FR, POWERply Standard, POWERply Standard FR,
POWERply Standard FR GT24C, POWERply Endure 100 FR, POWERply 3GR, POWERply Endure 200 FR
One or more BURmastic Glass Ply, BURmastic Glass Ply — 28 |b, THERMglass Type IV, THERMglass Premium VI, BURmastic Composite Ply HT, BURmastic
BP-SEBS Base Ply or Ply: . . . X
Composite Ply Premium, BURmastic Composite Ply HT Green
Base Ply or Ply: One or more POWERply Endure 300 Smooth, POWERply Endure 320 Smooth, POWERply Standard Smooth, POWERply Endure 100 Smooth, POWERply Heavy THERMastic 80 at 25-30
SBS-SEBS Duty Base, POWERply 2PM, POWERply Endure 200 Smooth Ibs/square
Cap Ply: POWERply Standard Smooth, POWERply Heavy Duty Base, POWERply Endure 300 FR, POWERply Endure 320 FR, POWERply Standard, POWERply Standard FR,
POWERply Standard FR GT24C, POWERply Endure 100 FR, POWERply 3GR, POWERply Endure 200 FR
e Base Ply or Ply: | One or more POWERply SBS Base HW, POWERply Standard Smooth HW
Cap Ply: | POWERply SBS Deluxe HW, POWERply Standard FR HW i
Base Ply or Ply: | One or more POWERply APP Base Sheet, POWERply APP Smooth Torch-Applied
APP-TA Cap Ply: | POWERply APP Smooth, POWERply APP FR
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15A  Unless otherwise noted, side-laps in PowerFAST systems are sealed as follows. The adhesive is applied over the seam-plate row and troweled to an even film thickness over the entire lap area.

POWERFAST SIDE LAPS
ADHESIVE RATE
POWERply Endure BIO Adhesive TF 75 lineal feet / gallon
Tremco LF Adhesive 26 lineal feet / 1.5 liter cartridge

15B  For Base Ply applications BP-CAS and BP-CA6, substrates of Structodek HD with Primed Red Coating, DensDeck, DensDeck Prime, DEXcell FA Glass Mat Roof Board and SECUROCK Gypsum-Fiber Roof Board may be
primed with DETEC “TruGround Conductive Primer” prior to Base Ply installation.

15C  The following surfacings may be applied to the Cap Ply without adverse effect on the system wind load performance. Refer to current Florida Product Approval for approved roof coatings and the Roofing Materials
Directory for fire ratings associated with coating usage. Note: Tremco CPG requires use of an FBC Approved Tremco CPG roof coating over smooth surface Cap Ply membranes. Solvent-based and 1-part urethane
type coatings are not permitted for installation over systems involving POWERply Endure BIO Adhesive TF. Consult Tremco CPG for all compatibility limitations.

SURFCING OPTIONS FOR TREMCO CPG MODIFIED BITUMEN ROOF SYSTEMS

OPTION # SURFACING FBCFiLE oR NOA

SURF-1. Alumanation 101, Alumanation 201 or Alumanation 301 at 2.0 to 2.5 gal/square 22-0726.04

SURF-2. Flood coat of hot asphalt or THERMastic 80 at 60 Ibs/square followed by embedded gravel at 400 lbs/square 22-0726.04

SURF-3. Flood coat of BURmastic Adhesive or POWERply Standard Cold Adhesive at 4 to 5 gal/square followed by embedded gravel at 400 Ibs/square 22-0726.04

SURF-4. Flood coat of Rock-It Adhesive or Rock-It Adhesive WB at 5 gal/square followed by aggregate stone at 200 Ibs/square 22-0726.04

SURF-5. ICE Coating at 4 to 5 gal/square 22-0726.04

SURF-6. Geogard Base Coat or Geogard LO Base Coat followed by Geogard Finish Coat 24-0212.03

SURF-7. Solargard 6083, Solargard 4083, Solargard 2083, TremPro Elastomeric 2400 Roof Coating or TremPro Elastomeric 2200 24-0422.02

SURF-8. Tremlastic S at 4 to 5 gal/square 22-0726.04
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16 Thermal Barrier and/or Vapor Barrier Options:

16A  Steel Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.

VAPOR BARRIER OPTIONS; STRUCTURAL CONCRETE DECK; FOLLOWED BY ADHESIVE-APPLIED INSULATION

VAPOR BARRIER ADHESIVE PER TABLE 2A
OPTION # PRIMER — MDP (psf)
TYPE APPLICATION (NOTES 6,7,8)
S-VB-1. (Optional) Tremco AVC Membrane Primer or AVC Membrane Primer (WB) Tremco AVC Max Self-adhering LRFIA, LRFIA(BG) or PSFA, 6-inch o.c. -90.0
16B  Structural Concrete Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.
VAPOR BARRIER OPTIONS; STRUCTURAL CONCRETE DECK; FOLLOWED BY ADHESIVE-APPLIED INSULATION
VAPOR BARRIER ADHESIVE PER TABLE 3A
OPTION # PRIMER P MDP (psf)
TYPE APPLICATION NOTES 6,7,8
C-VB-1. Tremco AVC Primer Tremco AVC Membrane Self-adhering LRFIA or LRFIA(BG) -150.0
Tremco AVC Membrane Primer or i
C-VB-2. Tremco AVC Membrane Primer (WB) Tremco AVC Max Self-adhering LRFIA or LRFIA(BG) -150.0
C-VB-3. ASTM D41 THERMglas IV, THERMglas Premium VI hot asphalt hot asphalt -225.0
BUR i ite Ply HT, BUR| i ite PI BUR ic Adhesive MC at 2
CVB-A. None U rr?astlc Compos!te y )| URmastic Composite Ply URmastic Adhesive at LRFIA or LRFIA(BG) 250.0
Premium, BURmastic Composite Ply HT Green gal/square
BURmastic Composite Ply HT, BURmastic Composite Ply .
C-VB-S. None Premium, BURmastic Composite Ply HT Green or _':S;A:EZRF’;‘I’/SE”:::: BIO Adhesive | oeia or LRFIA(BG) 2625
POWERply Heavy Duty Base Sheet gal/sq
POWERply Standard Smooth, POWERply Endure 100 POWERply Endure BIO Adhesive
C-VB-6. N LRFIA or LRFIA(BG -292.5
one Smooth, POWERply Endure 200 Smooth TF at 2 gal/sq. or LRFIA(BG)
C-VB-7. TREMprime WB Primer POWERply Standard Smooth HW Torch-applied LRFIA or LRFIA(BG) -345.0

NEmO | etc.e

16C  For System Types B-1, B-2, C-1, C-2, D-1 or Type D-2, an optional thermal barrier and/or Tremco AVC Membrane or Tremco AVC Max (self-adhering) may be installed atop the roof deck prior to installation of the insulation and
roof cover. Refer to FM Loss Prevention Data Sheet 1-29 for design and installation recommendations and limitations.
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17  Unless otherwise noted, insulation or coverboard attachment patterns for Type B-1, Type B-2, Type C-1 and C-2 systems are as outlined below.

INSULATION ATTACHMENT PATTERNS —4X4 FT BOARDS

=12-in.~—24-in. 6-in.———18-in.—- 6-in. 6-in, -~ == 18-in, - 6-in.
12-in. : 6-in
{ 18-in.
X ' 24-in,
24-in f
18-in. !
! 6-in.
12-in. 6-in. 1
' i 6-in.
1 per 4.0 ft2 (4 per board) 1 per 3.2 ft2 (5 per board) 1 per 2.7 ft2 (6 per board)
6-in. - - 18-in. - 6-in. 6-in.1—-18-in.—| 6-in. 6-in. - -~ 18-in. - 6-in.
6-in. 12:|n. 12..
! 18-in. i : in.
12-in. o
f ! 24-in. 12-in.
12-in. |
: 18-in. |
6-in. } 5 12-in.
| ! 12-in. 3 !
: 6-in. , 6-in.
-12-in.~ 6-in. i i
1 per 2.0 ft2 (8 per board) 1 per 1.8 ft2 (9 per board) 1 per 1.6 ft2 (10 per board)
6-in. = == 18-in. - 6-in. 6-in. - -~ 18-in. - 6-in. 6-in. -~ -12-in.- 6-in.
24-in. 12-in. 12-in. 12-in.
' 12-in 12in. 12in.
I 12-in. N
12in . u ' . 12'|n.
| 6-in. [ 6-in.
6-in | | T : o
[ ~-18-in. —~-6-in. -12-in.~——6-in.
1 per 1.45 ft2 (11 per board) 1 per 1.3 ft2 (12 per board) 1 per 1.0 ft2 (16 per board)
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ PEER-TRM-006.B.R19 for FL20325-R21 (HVHZ)
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NEmO | etc.e

INSULATION ATTACHMENT PATTERNS —4X8 FT BOARDS
-12-in.[- 12-in.4-——12-in [~ GHin. = 6-in. 6ein. - - 18-in. -
12-in. 12in 12-in 12-in. 12-in. &in
i 7 SR E— ) ! i i 18-in.
12-in 18-in.
24-in. ' 24-in in 24-in.
12-in | ! 18-in.
511 i 18-in. |
24-in. 24in 24-in 24-in. 12‘-|n.
| 18-in. |
: ! ! 18-in.
12-in. 24-in ) 24-in.
24-in. ; 18;in. ,
12-in. 1 : : 18-in.
! : 12-in 12-in. 12-in. !
. . | 6-in.
12-in, 12-in. | ? | + | !
| | - 24-in. - - 24-in. - =12-in.- 24-in.
1 per 4.0 ft2 (8 per board) 1 per 3.2 ft2 (10 per board) 1 per 2.7 ft2 (12 per board) 1 per 2.13 ft2 (15 per board) 1 per 2.0 ft2 (16 per board)
-~ 6-in. 6-in.{-—-—18-in.~+-—6-in. 6-in+—12-in.|12-in.- 6-in. ] 6-in. = -{12-in.~-
| ' ! || | [ | | | N
6-in. f 6-in. 12 6-in. 6-in.
' 18-in. | T 12%in 12-in.
18-in. 184in i . | 14
H I : 12-in o P
t 12:in | ] ! 12-in. 12;..—..
) : 12-in I !
18-in. 18-in ! 12-in. 12-in.
{ 18:in | 12-in i i
12-in. ) 12%in ! 12-in. 12-in.
i | 12-in I 1
) 18-in | ! 12-in. 12-in.
18;in. ‘ 18:in 12-in \ —
L | | 12-in. 12-in.
18-in il | 12:in : i
' ! 18:in ! 12-in. 12:in.
6-in. 18:n I 1in 6-in. [ 6ein.
i | 6-in. | ‘ ;
24-in. i -12-in.-—24-in.— -—24-in. -12-in.- = 6-in.
1 per 1.8 ft2 (18 per board) 1 per 1.6 ft2 (20 per board) 1 per 1.45 ft2 (22 per board) 1 per 1.3 ft2 (24 per board) 1 per 1.0 ft2 (32 per board)
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18 The following products are interchangeable within the scope of this PEER:

ACCEPTABLE ALTERNATES
ALTERNATE
SUB-CATEGORY By LISTED PRODUCT HEREIN PRODUCT FBCFiLE oR NOA
Tremco Low Rise Green Foam Insulation Adhesive N/A
Tremco Low Rise Foam Insulation Adhesive Millennium One Step Foamable Adhesive
Adhesives Tremco CPG Millennium One Step Green Foamable Adhesive 21-1018.06
Tremco Low Rise Foam Insulation Adhesive (BG) Millennium PG-1 Pump Grade Adhesive
Tremco LR Adhesive Millennium PG-1 Pump Grade Adhesive
Tremco #12 DP Fastener Trufast #12 DP
Tremco #14 HD Fastener Trufast #14 HD
Tremco #15 EHD Fastener Trufast #15 EHD
Tremco FM-90 Base Sheet Fastener Trufast FM-90 Base Sheet Fastener 24-0227.06
Tremco Twin Loc-Nail Assembled Fastener Trufast Twin Loc-Nail Assembled Fastener
. Tremco 2” Barbed Seam Plate Trufast 2” Barbed Metal Seam Plate
E:s?tz:irs Tremco CPG Tremco 2.4” Barbed Seam Plate Trufast 2.4” Scoop Seam Plate
Tremco 3” Metal Insulation Plate Trufast 3” Metal Insulation Plate
Tremco #1211 Fastener OMG #12 Standard
Tremco #1410 Fastener OMG #14 Heavy Duty
Tremco #1510 XHD Fastener OMG XHD Fastener 24-0627.03
Tremco Disc 3 in. Steel Stress Plate OMG 3 in. Galvalume Steel Plate
Tremco Disc Ribbed 3 in. Steel Stress Plate OMG 3 in. Ribbed Galvalume Plate
Trisotech G ACFoam Il
- 24-0215.03
Roofing Tremco CPG Trisotech CGF ACFoam Il
Insulation Trisotech ENRGY 3 23-0509.05
gjggilr:Pauflc DensDeck Prime DensDeck StormX Prime Roof Board 22-1223.04

NEmO | etc.e

19  “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads. Refer to FBC (HVHZ) 1620 and Roofing Application Standard RAS 128 for determination of design
wind loads. (Notes 9 and 10)
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https://floridabuilding.org/pr/pr_app_srch.aspx
https://www.miamidade.gov/building/pc-search_app.asp
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https://codes.iccsafe.org/content/FLTP2023P1

TABLE 1A: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmO | etc.e

SySTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fastener Attach Attach MbP
No. (Note 1) Type T - Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD AHESIVE APPLIED BASE PLY:
Min. 19/32-inch Ziinch Trlsotech G, Trisotech Additional Insulation Layer(s):
CDX plywood; CGF, Trisotech, Tremco #15 EHD (Optional) Min. 1-inch base insulation (Optional) One or
,, . EnergyGuard Polyiso Fastener with 1 per 2.0 . . LRFIA or BP-CA1 or SBS- BP-CAl or
W-1 24" span; 8d ring | lati | ” | ) Coverboard: Min. 0.5-inch DensDeck C more BP-CA1 or SBS- -52.5
shank nails. 6 nsulation, Elevate ISOGARD | Tremco 3” Meta ft Prime or SECUROCK Gypsum-Fiber LRFIA(BG) Al SBS-CA1 BS-CA1
oc ! GL, Elevate ISOGARD CG, Insulation Plate Roof Board
o Multi-Max FA3
Additional Insulation Layer(s): (Optional)
Min. 1-inch Trisotech G, Trisotech CGF, Additional
Min. 19/32-inch 2-inch Trisotech G, Trisotech EnergyGuard Polyiso Insulation, Trisotech, | Layer(s):
CDX plywood; CGF, Trisotech, Tremco #15 EHD H-Shield, Elevate ISOGARD GL, Multi-Max LRFIA or (Optional) One or
o 24” span; 8d ;ing EnergyGuard Polyiso Fastener with 1per2.0 | FA3, Elevate ISOGARD CG, Ultr_aMax or LRFIA(BG) BP-CA1 or SBS- more BP-CAL or BP-CA1 or P
<hank na;Is e Insulation, Elevate ISOGARD | Tremco 3” Metal ft2 Styrofoam Brand Roofmate, Highload 60 Coverboard: CA1 SBS-CAL SBS-CA1
’ GL, Elevate ISOGARD CG, Insulation Plate or Plazamate LRFIA or
o.c. Multi-Max FA3 Coverboard: Min. 1-inch MonoBoard Plus LRFIA(BG), 6-
(no extrapolation permitted for ribbon inch o.c.
attachment)
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
. . 2-inch Trisotech G, Trisotech
E/I;;(plhg/ﬁjc;l‘;mh CGF, Trisotech, Tremco #15 EHD Addi.tional In.su|ati.on Layer(s.): . (Optional) One BP-CA1, BP-
W-3 24” span; 8d ;ing EnergyGuard Polyiso with Tremco 3” 1 per2.0 | (Optional) Min. 1-inch base insulation LRFIA or BP-CA6 or SBS- or more BP-CA1, CA6, SBS- 525
shank na;Is 6 Insulation, Elevate ISOGARD | Metal Insulation ft? Coverboard: Min. 0.125-inch LRFIA(BG) CA6 BP-CA6, SBS-CA1 | CA1 or SBS-
oc ’ GL, Elevate ISOGARD CG, Plate TremBoard AC or SBS-CA6 CA6
o Multi-Max FA3
. . 2-inch Trisotech G, Trisotech . . .
2/:3”)1( ;3\/:’30?" CGF, Trisotech, Tremco #15 EHD ?g:lt'ltgj)' :\;f:lalt'lizrf izi;(?:{sula on (Optional) One | BP-CAL, BP-
W-a 24” span; 8d ;ing EnergyGuard Polyiso with Tremco 3” 1 per 2.0 Coverboard: Min. 0.5-inch DensDeck LRFIA or BP-CA6 or SBS- or more BP-CA1, CA®, SBS- -60.0
shank na;Is P Insulation, Elevate ISOGARD | Metal Insulation ft2 m&:URO'CK' Gypsum-Fiber LRFIA(BG) CA6 BP-CA6, SBS-CA1 | CA1 or SBS-
oc ! GL, Elevate ISOGARD CG, Plate Roof Board or SBS-CA6 CA6
o Multi-Max FA3
Additional Insulation Layer(s): (Optional)
Min. 1-inch Trisotech G, Trisotech CGF, Additional
Min. 19/32-inch 2-inch Trisotech G, Trisotech EnergyGuard Polyiso Insulation, Trisptech, Layer(s):
CDX plywood: CGF, Trisotech, Tremco #15 EHD H-Shield, Elevate ISOGARD GL, Multi-Max LRFIA or (Optional) One or BP-CAL BP-
E 24" span; 8d ;ing EnergyGuard Polyiso Fastener with 1per2.0 | FA3, Elevate ISOGARD CG, Ult(aMax or LRFIA(BG) BP-CA6 or SBS- more BP-CA1, BP- CAG, SB'S_CAl 60.0*
hank nagls s Insulation, Elevate ISOGARD | Tremco 3” Metal ft2 Styrofoam Brand Roofmate, Highload 60 Coverboard: CA6 CA6, SBS-CA1 or or SBS-CAG
shanknats, GL, Elevate ISOGARD CG, Insulation Plate or Plazamate LRFIA o SBS-CAG
o.C. Multi-Max FA3 Coverboard: Min. 1-inch MonoBoard Plus LRFIA(BG), 6-
(no extrapolation permitted for ribbon inch o.c.
attachment)
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmO | etc.e

SySTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck o e v MDP
No. (Note 1) astener ac ac -
Type (Note 11) (Note 17) Type (Notes 6,7,8) Base Ply Ply Cap Ply
Min. 19/32-inch Ziinch TrISOtECh G, Trisotech Additional Insulation Layer(s):
CGF, Trisotech, Tremco #15 EHD - N . N . )
CDX plywood; ) . ” (Optional) Min. 1-inch base insulation LRFIA or (Optional) One
\ EnergyGuard Polyiso with Tremco 3 1per1.0 . . BP-CAG6 or SBS- BP-CA6 or
W-6 24” span; #10 . . ) Coverboard: Min. 0.5-inch DensDeck LRFIA(BG), 6- or more BP-CA6 -82.5
wood screws, 6 Insulation, Elevate ISOGARD | Metal Insulation ft Prime or SECUROCK G Fib inch o.c CA6 or SBS-CAS SBS-CA6
o ' GL, Elevate ISOGARD CG, Plate errr;eBor § b i N
- Multi-Max FA3 oot Boar
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Additional Insulation Layer(s):
Min. 19/32-inch (Optional) M|n..1.5—|nch !oase insulation (optional POWERply
(new) or min. Coverboard: Min. 0.125-inch POWERply Endure PO'TNERply Endure | Endure 100,
15/32-inch Min. 1.5-inch Trisotechor | Note 2 (min. #14 | 1per2.0 | emBoard AC, min. 0.25-inch LRFIA or 100, 200,3000r | ;%500 300 or 200, 300 or .
W-7 (existing) plywood Trisotech G fasteners only) 0 DenDeck, DensDeck Prime, DEXcell FA LRFIA(BG) 320 Smooth in 320 Smooth in 320FRin -45.0
at max. 24” span; v Glass Mat Roof Board or SECUROCK POWERply Endur | o\ eRply Endur POWERpl
zsl ring shank nails, Gypsum-Fiber Roof Board or min. 0.5- BIO Adhesive TF BIO Adhesive TF ir;(:]ur.BIOTF
oc inch Structodek HD with Primed Red esive
Coating
. . 2-inch Trisotech G, Trisotech
?:/IDI?( 1|9\/N302(;|(;]'Ch CGF, Trisotech, Tremco #15 EHD Additional Insulation Layer(s): (Optional) One
W-8 247 sp Zn' 3d ;in EnergyGuard Polyiso with Tremco 3” 1per2.0 | (Optional) Min. 1-inch base insulation LRFIA or BP-CAS or SBS- orFr)‘nore BP-CAS BP-CAS or 525
shanlfnagls & J Insulation, Elevate ISOGARD | Metal Insulation ft? Coverboard: Min. 0.125-inch LRFIA(BG) CAS5 or SBS-CAS SBS-CA5 ’
o ’ GL, Elevate ISOGARD CG, Plate TremBoard AC
e Multi-Max FA3
Min. 19/32-inch Zinch T”SOtECh G, Trisotech Additional Insulation Layer(s):
CDX plywood; CGF, Trisotech, e #I @D (Optional) Min. 1-inch base insulation (Optional) One
VY ply . EnergyGuard Polyiso with Tremco 3” 1per2.0 g ) . LRFIA or BP-CAS or SBS- P BP-CAS or
W-9 24” span; 8d ring . . N Coverboard: Min. 0.5-inch DensDeck or more BP-CAS -60.0
<hank nails. 6” Insulation, Elevate ISOGARD Metal Insulation ft ﬁCUROCK G Fib LRFIA(BG) CAS5 or SBS-CAS SBS-CA5
o ' GL, Elevate ISOGARD CG, Plate R””;esor g ypsum-riber
© Multi-Max FA3 oot Boar
Additional Insulation Layer(s): (Optional)
Min. 1-inch Trisotech G, Trisotech CGF, Additional
Min. 19/32-inch 2-inch Trisotech G, Trisotech EnergyGuard Polyiso Insulation, Trisotech, | Layer(s):
' CGF, Trisotech, Tremco #15 EHD H-Shield, Elevate ISOGARD GL, Multi-Max LRFIA or .
CDX plywood; . K (Optional) One or
W-10 24" span: 8 rin EnergyGuard Polyiso Fastener with 1per2.0 | FA3, Elevate ISOGARD CG, UltraMax or LRFIA(BG) SBS-CAS more BP-CAS or BP-CAS5 or 60.0*
Shanl?na}ls 6 & Insulation, Elevate ISOGARD | Tremco 3” Metal ft2 Styrofoam Brand Roofmate, Highload 60 Coverboard: SBS-CAS SBS-CA5 ’
! GL, Elevate ISOGARD CG, Insulation Plate or Plazamate LRFIA or
o.C. Multi-Max FA3 Coverboard: Min. 1-inch MonoBoard (no LRFIA(BG), 6-
extrapolation permitted for ribbon inch o.c.
attachment)
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmO | etc.e

SySTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fast - - mbP
No. (Note 1) Type astener ac Type ac Base Pl PI Cap PI (psf)
yp (Note 11) (Note 17) yp (Notes 6,7,8) Y Y PFlY
Additional Insulation Layer(s): (Optional)
Min. 1-inch Trisotech G, Trisotech CGF, Additional
Min. 19/32-inch 2-inch Trisotech G, Trisotech EnergyGuard Polyiso Insulation, Trisotech, | Layer(s):
CDX. vwood: CGF, Trisotech, Tremco #15 EHD H-Shield, Elevate ISOGARD GL, Multi-Max LRFIA or Obtional) O
Wit | 24 Sp :n_ 2 ing | EnereyGuard Polyiso Fastener with 1per2.0 | FA3, Elevate ISOGARD CG, UltraMax or LRFIA(BG) BP-CAS or SBS- ;jr;"é‘jé A;‘Zr"r BP-CAS or 60.0*
pan; ” € | Insulation, Elevate ISOGARD | Tremco 3” Metal ft2 Styrofoam Brand Roofmate, Highload 60 Coverboard: CAS SBS-CA5 )
shank nails, 6 K | SBS-CAS
GL, Elevate ISOGARD CG, Insulation Plate or Plazamate LRFIA or
oc. Multi-Max FA3 Coverboard: Min. 1-inch MonoBoard Plus LRFIA(BG), 6-
(no extrapolation permitted for ribbon inch o.c.
attachment)
Min. 19/32-inch Zinch T.”SOtECh G, Trisotech Additional Insulation Layer(s):
CGF, Trisotech, Tremco #15 EHD - - . - . .
CDX plywood; i . ” (Optional) Min. 1-inch base insulation LRFIA or (Optional) One
\ EnergyGuard Polyiso with Tremco 3 1per1.0 . . BP-CAS or SBS- BP-CAS5 or
W-12 24” span; #10 . . ) Coverboard: Min. 0.5-inch DensDeck LRFIA(BG), 6- or more BP-CA5 -82.5
wood screws, 6 Insulation, Elevate ISOGARD | Metal Insulation ft Prime @RSECUROCK G Fib inch o.c CAS5 or SBS-CAS SBS-CAS5
o ' GL, Elevate ISOGARD CG, Plate R””;eB"r \ ypsum-Hiber ©
“ Multi-Max FA3 RO" 50
HOT-ASPHALT-APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional)
Min. 1-inch Trisotech G, Trisotech CGF, Additional
Min. 19/32-inch 2-inch Trisotech G, Trisotech EnergyGuard Polyiso Insulation, Trisotech, | Layer(s):
CDX' lvwood: CGF, Trisotech, Tremco #15 EHD H-Shield, Elevate ISOGARD GL, Multi-Max | LRFIA or (Optional) One or | BP-CAL, BP-
W-13 207 sp Zn' 3d ;in EnergyGuard Polyiso Fastener with 1per2.0 | FA3, Elevate ISOGARD CG, UltraMax or LRFIA(BG) BP-AA SBS-AA more BP-CA1, BP- | AA, SBS-CA1, 60.0*
shanlfnagls 6 g Insulation, Elevate ISOGARD | Tremco 3” Metal ft2 Styrofoam Brand Roofmate, Highload 60 Coverboard: 4 AA, SBS-CA1, SBS- | SBS-AA or .
! GL, Elevate ISOGARD CG, Insulation Plate or Plazamate LRFIA or AA or APP-TA APP-TA
o.C. Multi-Max FA3 Coverboard: Min. 1-inch MonoBoard Plus LRFIA(BG), 6-
(no extrapolation permitted for ribbon inch o.c.
attachment)
Additional Insulation Layer(s):
Min. 19/32-inch (Optional) Min. 1.5-inch base insulation
i Coverboard: Min. 0.125-inch
(1nse‘;g n nr:m' Trevaoard AC Ior min. 0 IZ.ff—inch (Optional) One or | BP-CAL, BP-
/. —inc Min. 1.5-inch Trisotech or Note 2 (min. #14 1 per 2.0 " more BP-CA1, BP- AA, SBS-CA1,
W-14. (existing) plywood ) . 5 DenDeck, DensDeck Prime, DEXcell FA Hot asphalt BP-AA, SBS-AA -60.0
247 span: Trisotech G fasteners only) ft AA, SBS-CA1, SBS- | SBS-AA or
at max pan; Glass Mat Roof Board or SECUROCK
8d ring shank nails . . AA or APP-TA APP-TA
- g ¢ Gypsum-Fiber Roof Board or min. . 0.5-
oc inch Structodek HD with Primed Red
Coating
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TABLE 1A: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmO | etc.e

SySTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck o e v MDP
No. (Note 1) Type astener ac Type ac Base Pl PI Cap PI (psf)
yp (Note 11) (Note 17) yp (Notes 6,7,8) Y Y PFlY
Min. 19/32-inch
(new) or min. (Optional) O CAl
| Additional Insulation Layer(s): ptional) One or | BP-CAL, BP-
15/.3% inch Min. 1.5-inch Trisotech or Note 2 (min. #14 1 per2.0 - N - ver(s) . . more BP-CA1, BP- AA, SBS-CA1, .
W-15 (existing) plywood . - ) (Optional) Min. 1.5-inch base insulation | Hot asphalt BP-AA, SBS-AA -60.0
B . Trisotech G fasteners only) ft ) . AA, SBS-CA1, SBS- | SBS-AAor
at max. 24" span; Coverboard: Min. 1-inch MonoBoard Plus AA o APP-TA APP_TA
8d ring shank nails, or - -
6” o.c.
SEBS-APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional)
Min. 1-inch Trisotech G, Trisotech CGF, Additional
Min. 19/32-inch 2-inch Trisotech G, Trisotech EnergyGuard Polyiso Insulation, Trisotech, | Layer(s):
CDX. lywood: CGF, Trisotech, Tremco #15 EHD H-Shield, Elevate ISOGARD GL, Multi-Max LRFIA or
W-16 20 sp Zn' ad ;in EnergyGuard Polyiso Fastener with 1per2.0 | FA3, Elevate ISOGARD CG, UltraMax or LRFIA(BG) BP-SEBS, SBS- (Optional) BP- SBS-SEBS 60.0*
' Shanlf nagls & € | Insulation, Elevate ISOGARD | Tremco 3” Metal ft? Styrofoam Brand Roofmate, Highload 60 Coverboard: SEBS SEBS, SBS-SEBS :
! GL, Elevate ISOGARD CG, Insulation Plate or Plazamate LRFIA or
o.c Multi-Max FA3 Coverboard: Min. 1-inch MonoBoard Plus LRFIA(BG), 6-
(no extrapolation permitted for ribbon inch o.c.
attachment)
Additional Insulation Layer(s):
Min. 19/32-inch (Optional) Min. 1.5-inch base insulation
(new) or min. Coverboard: Min. 0.125-inch
15/32-inch . . . . TremBoard AC or min. 0.25-inch .
Min. 1.5-inch T h Note 2 .#14 1 2. - - -
W-17 (existing) plywood Tr:gotefhlz}c risotech or %ézlzm ) p;_'trz 0 DenDeck, DensDeck Prime, DEXcell FA Hot asphalt SBEBSSEBS’ SBS (s(;ggosn;sl):;gs SBS-SEBS -60.0
at max. 24" span; Y Glass Mat Roof Board or SECUROCK ’
2:‘,’ ring shank nails, Gypsum-Fiber Roof Board or min. . 0.5-
oc inch Structodek HD with Primed Red
Coating
Min. 19/32-inch
(new) or min.
15/32-inch ) . . . Additional Insulation Layer(s): .
. 1.5- L#1 1 2. X A - . . - , - -
W-18. | (existing) plywood TMr::mecsh"éCh Trisotech or %\é:"znf )4 p?trz O | (Optional) Min. 1.5-inch base insulation | Hot asphalt SB:BZEBS SBS (S(;E;'OS";S')_EEPBS SBS-SEBS -60.0*
at max. 24" span; Y Coverboard: Min. 1-inch MonoBoard Plus ’
8d ring shank nails,
6” o.c.
TORCH-APPLIED BASE PLy:
Min. 19/32-inch Additional Insulation Layer(s):
(”e/W) or ’:'n- (Optional) Min. 1.5-inch base insulation
15/32-inc . . A . . . .
. 1.5- L#1 1 2. : . 0.254 L - -TA, SBS-
W-19 (existing) plywood M!n 5-inch Trisotech or Note 2 (min. #14 per2 0 querboard Min. 0.25-inch DensDeck RFIA or APP-TA, SBS-TA (Optional) APP APP-TA, SBS -45.0
at max. 24” span; Trisotech G fasteners only) ft Prime, DEXcell FA Glass Mat Roof LRFIA(BG) TA, SBS-TA TA
8d ring shank nails, Board or SECUROCK Gypsum-Fiber
6” 0.C. Roof Board
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NEmO | etc.e
TABLE 1A: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SySTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck o e v MDP
No. (Note 1) T astener ac T ac Base PI Pl Cap PI o
ype (Note 11) (Note 17) ype (Notes 6,7,8) ase Py Y ap Fly
Tremco #15 EHD
Min. 19/32-inch 2-inch Trisotech G, Trisotech Fastener \,’,Vlth . ’
(new) or min. CGF. Trisotech Tremco 3” Metal Additional Insulation Layer(s):
N ! 4 Insulation Pl Optional) Min. 1-inch base insulati
15/32-inch EnergyGuard Polyiso nsulation Plate | ), | (Optional) Min. 1-inch base insulation | oy (Optional) APP- | APP-TA, SBS-
W-20. (existing) plywood ) or ACE #15 with ) Coverboard: Min. 0.5-inch DensDeck APP-TA, SBS-TA -60.0
a7 span: | Insulation, Elevate ISOGARD , ft P — , LRFIA(BG) TA, SBS-TA A
at max pan; GL Elevate ISOGARD CG ACE 3” BE Prime or SECUROCK Gypsum-Fiber
8? ring shank nails, Ml;|ti-MaX FA3 ! Insulation Plate Roof Board
6" o.c. or ACE 3" WW
Insulation Plate
Tremco #15 EHD
. . . Fastener with
Min. 19/32-inch (Z:_G";c:_:ig;c:f;h G, Trisotech Tremco 3” Metal Additional Insulation Layer(s):
CDX plywood; ! Do Insulation Plate (Optional) Min. 1-inch base insulation LRFIA or .
E Pol . - - -
W-21. | 24” span; #10 nergyGuard Polyiso orAcE#15with | 1P 10 | coverboard: Min. 0.5-inch DensDeck LRFIA(BG), 6- | APP-TA, sBs-Ta | (OPtional) APP- | APP-TA, SBS- | o,
wood screws, 6” Insulation, Elevate ISOGARD ACE 3” BE ft 7’) ~ SECUROCK G Fib inch o.c TA, SBS-TA TA
’ GL, Elevate ISOGARD CG, . e O ypsum-rioer “
o.c. Multi-Max FA3 Insulation Plate Roof Board
or ACE 3" WW
Insulation Plate

TABLE 18: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER

Thermal Barrier Insulation Layer(s) Roof Cover (Note 15)
System Deck e Vapor Barrier Y e MDP
No. (Note 1) Type Fastener (Note 11 ac (Note 15) Type Base Pl Pl Cap Pl sf
P (Note 11) (Note 17) i (Notes 6,7,8) v v Dy (psf)
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
. ion L. : , min. 1-i i )
‘ ‘ Dekfast DF-#14-PH3 with In;ulatlon ayer(s): One or more .mln |nc.h Tr|st?tech G
Min. 19/32-inch . . Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, .
. Min. 0.5-inch Dekfast PLT-R-3, Tremco . . (Optional)
(new) or min. 15/32- X X Base Ply: One H-Shield, Elevate ISOGARD GL, Multi-Max FA3, Elevate
. - DensDeck Prime #14 Heavy Duty with . One or BP-CA6
inch (existing) . 1per2.0 | ortwo plies, ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, LRFIA or BP-CA6 or
W-22 ” or SECUROCK Tremco 3 in. Galvalume X more BP- or SBS- -45.0*
plywood at max. 24 X ft? BP-CAS or SBS- | Highload 60 or Plazamate LRFIA(BG) SBS-CA6
R Gypsum-Fiber Steel Plate or Tremco #14 . i . CAG6 or SBS- CA6
span; 8d ring shank R CAS Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK
I Roof Board HD Fastener with Tremco Y CA6
nails, 6” o.c. 37 Metal Insulation Plate Gypsum Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof Board
Dekfast DF-#14-PH3 with Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 19/32-inch Dekfast PLT-R-3, Tremco Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, (Optional)
(new) or min. 15/32- | Min. 0.5-inch #1410 Fastener with AVC Primer H-Shield, Elevate ISOGARD GL, Multi-Max FA3, Elevate On‘; or BP-CAG
inch (existing) SECUROCK Tremco Disc 3 in. Steel 1per2.0 ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, LRFIA or BP-CA6 or
W-23 ” . followed by ) more BP- or SBS- -45.0*
plywood at max. 24 Gypsum-Fiber Stress Plate or Tremco ft2 AVC Highload 60 or Plazamate LRFIA(BG) SBS-CA6 CA6 or SBS- A6
span; 8d ring shank Roof Board #14 HD Fastener with Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK CA6
nails, 6” o.c. Tremco 3” Metal Gypsum Fiber Roof Board or SECUROCK Cement Roof
Insulation Plate Board or min. 7/16-inch DEXcell Cement Roof Board
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ PEER-TRM-006.B.R19 for FL20325-R21 (HVHZ)
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TABLE 18: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER

NEmO | etc.e

Thermal Barrier Insulation Layer(s) Roof Cover (Note 15)
System Deck JE— Vapor Barrier e MDP
No. (Note 1) Type Fastener (Note 11) ac (Note 15) Type Base Pl Pl Cap PI (psf)
P (Note 17) b (Notes 6,7,8) Y Y DD
Dekfast DF-#14-PH3 with Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 19/32-inch . . extast Ob-s 4~ Wi Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, .
. Min. 0.5-inch Dekfast PLT-R-3, Tremco . . (Optional)
(new) or min. 15/32- . . Base Ply: One H-Shield, Elevate ISOGARD GL, Multi-Max FA3, Elevate
X I DensDeck Prime #14 Heavy Duty with . LRFIA or One or BP-CA6
inch (existing) . 1per 1.3 | ortwo plies, ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, BP-CA6 or
W-24. ” or SECUROCK Tremco 3 in. Galvalume R LRFIA(BG), 6- more BP- or SBS- -90.0
plywood at max. 24 . ft2 BP-CAS or SBS- | Highload 60 or Plazamate X SBS-CA6
Gypsum-Fiber Steel Plate or Tremco #14 . i . inch o.c. CAG6 or SBS- CA6
span; #8 wood R CA5 Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK
” Roof Board HD Fastener with Tremco = CA6
screws, 6” o.c. 37 Metal Insulation Plate Gypsum Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof Board
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
5 | lation L: : , min. 1-inch Tri hG,
‘ ‘ Dekfast DE-#14-PH3 with n§u ation Layer(s): One or more -mm m(f rlsqtec G
Min. 19/32-inch . . Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, .
. Min. 0.5-inch Dekfast PLT-R-3, Tremco . X (Optional)
(new) or min. 15/32- . . Base Ply: One H-Shield, Elevate ISOGARD GL, Multi-Max FA3, Elevate
. i DensDeck Prime #14 Heavy Duty with . One or BP-CAS
inch (existing) . 1per2.0 | ortwo plies, ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, LRFIA or BP-CAS or
W-25 ” or SECUROCK Tremco 3 in. Galvalume . more BP- or SBS- -45.0*
plywood at max. 24 . ft2 BP-CAS or SBS- | Highload 60 or Plazamate LRFIA(BG) SBS-CAS
. Gypsum-Fiber Steel Plate or Tremco #14 . i . CAS or SBS- CAS
span; 8d ring shank R CAS Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK
I Roof Board HD Fastener with Tremco T CA5
nails, 6” o.c. 37 Metal Insulation Plate Gypsum Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof Board
. Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 19/32-inch Bet:as: E:T?;g P_:_-‘a with Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, (Optional)
(new) or min. 15/32- | Min. 0.5-inch #f4 ;5 RS _rtehmco ), . H-Shield, Elevate ISOGARD GL, Multi-Max FA3, Elevate o ptiona BP-CAS
inch (existing) SECUROCK eavY uty wi 1per2.0 ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, LRFIA or BP-CAS5 or ne or -
W-26 ” ) Tremco 3 in. Galvalume followed by ) more BP- or SBS- -45.0*
plywood at max. 24 Gypsum-Fiber Steel Plate or Tremco #14 ft? AVC Highload 60 or Plazamate LRFIA(BG) SBS-CAS CAS or SBS- CAS
span; 8d ring shank Roof Board R Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK
. ” HD Fastener with Tremco P CA5
nails, 6” o.c. 37 Metal Insulation Plate Gypsum Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof Board
i Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 19/32-inch ) ) Dekfast DF-#14-FiiSgaith Trisotech CGF, EnergyGuard Polyiso Insulation, Trisotech, )
. Min. 0.5-inch Dekfast PLT-R-3, Tremco . . (Optional)
(new) or min. 15/32- . v Base Ply: One H-Shield, Elevate ISOGARD GL, Multi-Max FA3, Elevate
. - DensDeck Prime #14 Heavy Duty with . LRFIA or One or BP-CAS
inch (existing) . 1per1.3 | ortwo plies, ISOGARD CG, UltraMax or Styrofoam Brand Roofmate, BP-CAS or
W-27 , | or SECUROCK Tremco 3 in. Galvalume ) LRFIA(BG), 6- more BP- or SBS- -90.0
plywood at max. 24 . ft? BP-CAS5 or SBS- | Highload 60 or Plazamate X SBS-CAS
Gypsum-Fiber Steel Plate or Tremco #14 . . . inch o.c. CAS or SBS- CAS
span; #8 wood R CAS5 Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK
” Roof Board HD Fastener with Tremco - CA5
screws, 6” o.c. ” . Gypsum Fiber Roof Board or SECUROCK Cement Roof
3” Metal Insulation Plate R ;
Board or min. 7/16-inch DEXcell Cement Roof Board
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NEmO | etc.e
TABLE 1c: WOOD DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (Note 15)
System Deck — Barri e e MDP
asten arrier ac acl
No. (Note 1) Type Attach Type Type Base P Pl Cap PI sf
s (Note 11) (Note 15) o (Notes 6,7,8) ol (Notes 6,7,8) y Y Py
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
BURmastic Glass
Ply, BURmastic . .
Glass Ply — 28 b, 12 ga. x 3/8-inch | 9-inch o.c. at 2- Min. 1-inch Trisotech 'I'\'/r“enr;w:é{i:zTC
Min. 19/32-inch (new) BURmastic head diameter inch laps and 9- G, Trisotech CGF, . (Optional)
. K . . . SBS-CA6, . or min. 0.25-
or min. 15/32-inch Composite Ply HT, annular ring inch o.c. at Trisotech, . One or BP-CA6
- R N SBS-AA, . LRFIA or inch DensDeck LRFIA or BP-CA6 or
W-28. (existing) plywood at BURmastic shank roofing three (3), EnergyGuard Polyiso X more BP- or SBS- -45.0
” . . . SBS-SEBS or . . LRFIA(BG) Prime or LRFIA(BG) SBS-CA6
max. 24” span; 8d ring Composite Ply nails* through equally spaced, SBS-TA Insulation, H-Shield, SECUROCK CA6 or SBS- CA6
shank nails, 6” o.c. Premium or 32 ga. x 1-5/8- staggered Elevate ISOGARD GL, Gypsum-Fiber CA6
BURmastic inch dia. tin caps | center rows Multi-Max FA3 P
! Roof Board
Composite Ply HT
Green
Min. 19/32-inch (new) ‘ Trufast Versa §—mch o.c.at4- Mm..l—mch Trisotech Min. 0.5-inch .
. R BURmastic Fastener & inch lap and 6- G, Trisotech CGF, (Optional)
or min. 15/32-inch R . SBS-CA6, . DensDeck
(existing) plywood at Composite Ply HT, Plate; 2 screws inch o.c. at SBS-AA Trisotech, LRFIA or Prime or LRFIA or BP-CA6 or One or BP-CA6
g" P BURmastic per plate three (3), ’ EnergyGuard Polyiso LRFIA(BG), 6- LRFIA(BG), 6- more BP- or SBS- -97.5
W-29. max. 24” span & . . o SBS-SEBS or . . . SECUROCK . SBS-CA6
blocked 48” o.c. #10 Composite Ply installed 180 equally spaced, SBSTA Insulation, H-Shield, inch o.c. Gypsum-Fiber inch o.c. CA6 or SBS- CA6
screws. 6" o cA v Premium into the holes of | staggered Elevate ISOGARD GL, RZZf Board CA6
’ o the plate* center rows Multi-Max FA3
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 85 Ibf.
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
BURmastic Glass
Ply, BURmastic
Glass Ply— 28 Ib, 12 ga. x 3/8-inch 9-inch o.c. at 2- Min. 1-inch Trisotech Min. 1/8-inch
Min. 19/32-inch (new) BURmastic head diameter inch laps and 9- G, Trisotech CGF, TremBoard AC (Optional)
or m|n 15/32-inch Compos@e Ply HT, annular rln.g inch o.c. at SBS-CAS or Trisotech, ) LRFIA or F)r min. 0.25- LRFIA or BP-CAS or One or BP-CA5
W-30. (existing) plywood at BURmastic shank roofing three (3), SBS-TA EnergyGuard Polyiso LRFIA(BG) inch LRFIA(BG) SBS-CAS more BP- or SBS- -45.0
max. 24” span; 8d ring | Composite Ply nails* through equally spaced, Insulation, H-Shield, SECUROCK CA5 or SBS- | CAS5
shank nails, 6” o.c. Premium or 32 ga.x 1-5/8- staggered Elevate ISOGARD GL, Gypsum-Fiber CAS
BURmastic inch dia. tin caps | center rows Multi-Max FA3 Roof Board
Composite Ply HT
Green
. . Trufast Versa 6-inch o.c. at 4- Min. 1-inch Trisotech
M|n._19/32-|nc_h (new) BURmastic Fastener & inch lap and 6- G, Trisotech CGF, . . (Optional)
or min. 15/32-inch . . . Min. 0.5-inch
L Composite Ply HT, Plate; 2 screws inch o.c. at Trisotech, LRFIA or LRFIA or One or BP-CA5
(existing) plywood at R SBS-CAS or . SECUROCK BP-CAS or
- BURmastic per plate three (3), EnergyGuard Polyiso LRFIA(BG), 6- X LRFIA(BG), 6- more BP- or SBS- -127.5
W-31 max. 24” span & ) N . SBS-TA . . . Gypsum-Fiber . SBS-CA5
. blocked 48” o.c.; #10 Composite Ply installed 180 equally spaced, Insulation, H-Shield, inch o.c. Roof Board inch o.c. CAS or SBS- CA5
screws. 6 o c. v Premium into the holes of | staggered Elevate ISOGARD GL, CAS5
’ e the plate* center rows Multi-Max FA3
Note: *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 85 Ibf.
SEBS-APPLIED BASE PLY:
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ PEER-TRM-006.B.R19 for FL20325-R21 (HVHZ)
Certificate of Authorization #32455 Tremco Modified Bitumen Roof Systems; (800) 562-2728 Revision 19: 12/12/2025
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SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

TABLE 1c: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmO | etc.e

Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (Note 15)
System Deck Fast Barri Attach Attach MpP
asten arrier ac acl
No. (Note 1) Type Attach Type Type Base PI Pl Cap PI sf]
s (Note 11) (Note 15) o (Notes 6,7,8) ol (Notes 6,7,8) y Y Py
BURmastic Glass
Ply, BURmastic . .
Glass Ply—28 b, 12 ga. x 3/8-inch 9-inch o.c. at 2- Min. 1-inch Trisotech xlenr;wé{:::zcl-r\]c
Min. 19/32-inch (new) BURmastic head diameter inch laps and 9- G, Trisotech CGF, .
or min. 15/32-inch Composite Ply HT, annular rin, inch o.c. at SBS-CAG, Trisotech Q" 0-25 (Optional)
L postte Fly 1L, 8 o SBS-AA, ! ) LRFIA or inch DensDeck | LRFIA or BP-SEBS or P SBS-
W-32. (existing) plywood at BURmastic shank roofing three (3), EnergyGuard Polyiso X BP-SEBS, -45.0
) ) ; ) SBS-SEBS or ) ; LRFIA(BG) Prime or LRFIA(BG) SBS-SEBS SEBS
max. 24” span; 8d ring Composite Ply nails* through equally spaced, SBS-TA Insulation, H-Shield, SECUROCK SBS-SEBS
shank nails, 6” o.c. Premium or 32 ga. x 1-5/8- staggered Elevate ISOGARD GL, Gypsum-Fiber
BURmastic inch dia. tin caps | center rows Multi-Max FA3 P
! Roof Board
Composite Ply HT
Green
Min. 19/32-inch (new) ‘ Trufast Versa §—mch o.c. at4- M|n..1—|nch Trisotech Min. 0.5-inch
of min, 15/32-inch BURmastic Fastener & inch lap and 6- G, Trisotech CGF, DensDeck
(existir; ) plywood at Composite Ply HT, Plate; 2 screws inch o.c. at SBS-AA, Trisotech, LRFIA or Prime or LRFIA or BP-SEBS or (Optional) SBS-
g" P BURmastic per plate three (3), SBS-SEBS or | EnergyGuard Polyiso LRFIA(BG), 6- LRFIA(BG), 6- BP-SEBS, -127.5
W-33 max. 24” span & . . o . . . SECUROCK . SBS-SEBS SEBS
. " Composite Ply installed 180 equally spaced, SBS-TA Insulation, H-Shield, inch o.c. X inch o.c. SBS-SEBS
blocked 48” o.c.; #10 i X Gypsum-Fiber
screws. 6 o.c Premium into the holes of | staggered Elevate ISOGARD GL, Roof Board
’ - the plate* center rows Multi-Max FA3
Note: | *Versa Fastener screws shall be of sufficient length for min. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 85 Ibf.
TORCH-APPLIED BASE PLy:
BURmastic Glass
Ply, BURmastic . .
Min. 1/8-inch
Glass Ply—281b, | 12ga.x3/8-inch | 9-incho.c. at2- Min. 1-inch Trisotech Tr:ent{)irI;CAC
Min. 19/32-inch (new) BURmastic head diameter inch laps and 9- SBS-CAG G, Trisotech CGF, or min. 0.25-
or min. 15/32-inch Composite Ply HT, | annular ring inch o.c. at — ! Trisotech, LRFIA or inch Dén;D k| tREAOF (Optional)
W-34. (existing) plywood at BURmastic shank roofing three (3), ’ EnergyGuard Polyiso ° C ec SBS-TA " SBS-TA -45.0
" . R R ok SBS-SEBS or R R LRFIA(BG) Prime or LRFIA(BG) SBS-TA
max. 24” span; 8d ring Composite Ply nails* through equally spaced, SBS-TA Insulation, H-Shield, SECUROCK
shank nails, 6” o.c. Premium or 32 ga.x 1-5/8- staggered Elevate ISOGARD GL, X
. X S . Gypsum-Fiber
BURmastic inch dia. tin caps | center rows Multi-Max FA3
R Roof Board
Composite Ply HT
Green
Min. 18/32-inch (new) ) Trufast Versa §—|nch o.c. at4- Mln..l—lnch Trisotech Min. 0.5-inch
or min. 15/32-inch BURmastic Fastener & inch lap and 6- G, Trisotech CGF, DensDeck
(existir; ) plywood at Composite Ply HT, Plate; 2 screws inch o.c. at SBS-AA, Trisotech, LRFIA or Prime or LRFIA or (Optional)
g" Py BURmastic per plate three (3), SBS-SEBS or | EnergyGuard Polyiso LRFIA(BG), 6- LRFIA(BG), 6- SBS-TA " SBS-TA -127.5
W-35 max. 24” span & R . o . . . SECUROCK . SBS-TA
. " Composite Ply installed 180 equally spaced, SBS-TA Insulation, H-Shield, inch o.c. X inch o.c.
blocked 48” o.c.; #10 . . Gypsum-Fiber
” Premium into the holes of | staggered Elevate ISOGARD GL,
screws, 6” o.c. Roof Board

the plate*

center rows

Multi-Max FA3

Note:

*Versa Fastener screws shall be of sufficient length for min.

. 1-inch penetration through the sheathing. For existing decks, field withdrawal resistance testing (Note 11) shall yield minimum 85 Ibf.
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NEmO | etc.e
TABLE 1p: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER

SyYSTEM TYPE C-1: IMECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Roof Cover (Note 15)
Syste Deck Base Insulation P e MDP
m No. (Note 1) (Note 3, Note 13) Type Fastener (Note 11) @ tai7) Base Ply Ply Cap Ply (psf)
ote
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Tremco #14 HD Fastener
with Tremco 3” Metal 1 per 1.3 ft2
Insulation Plate
(Optional) One £ fo ,f -5 § I 5
i i or more layers el - - - - ®
Mm‘.lg/la;;;?h (Eew) any | Min. 0.5-inch DensDeck Prime or | (Optional) One or
or min. -Inc .
- SECUROCK G -Fibrer Roof
W-36. | (existing) plywood at combination, ypsum-Hbrer foo BP-CAL or SBS-CA1 | more BP-CAL or SBS- | BP-CAL or SBS-CAL | -45.0
» . ad ri . . Board or Structodek HD with 4
max. 24” span; 8d ring min. 1.5-inch . . £ CAl
shank nails, 6” o.c. total thickness, Primed Red Coating L o
loose laid @ A
- . c £
o kg A
- —
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
o Min. 0.25-inch DenDeck
Min. 19/32-inch (new) ne ormore " |nc. enveck, POWERply Endure (Optional) POWERply | POWERply Endure
layers, any DensDeck Prime, DEXcell FA Glass N
or min. 15/32-inch [ . 1 per2.0ft 100, 200, 300 or Endure 100, 200, 300 | 100, 200, 300 or
. combination, Mat Roof Board or SECUROCK Note 2 (min. #14 fasteners K K .
W-37. | (existing) plywood at min. 1.5-inch Gvosum-Fiber Roof Board or min only) ) (16 per 4x8 ft | 320 Smooth in or 320 Smooth in 320 FRin -60.0
max. 24" span; 8dring | M 1R O‘innch strootodek Ho v v board) POWERply Endure | POWERply Endure POWERply Endure
shank nails, 6" o.c. ) ’ - ) BIO Adhesive TF BIO Adhesive TF BIO Adhesive TF
loose laid Primed Red Coating
HOT-ASPHALT-APPLIED BASE PLY:
) ) One or more Min. 0.25-inch DenDeck,
M'"“19/32"”°_h (new) layers, any DensDeck Prime, DEXcell FA Glass 1 per 2.0 2 POWERply Endure (Optional) POWERply | POWERply Endure
or min. 15/32-inch combination, Mat Roof Board or SECUROCK Note 2 (min. #14 fasteners per Z. 100, 200, 300 or Endure 100, 200, 300 | 100, 200, 300 or
W-38. | (existing) plywood at ; - . ) U (16 per 4x8 ft . . . -60.0
max. 24” span: 8d ri min. 1.5-inch Gypsum-Fiber Roof Board or min. | only) 320 Smooth in hot or 320 Smooth in hot | 320 FRin hot
. pan; 8d ring X : X board)
shank nails, 6” o.c. total thickness, 0.5-inch Structodek HD with asphalt asphalt asphalt
loose laid Primed Red Coating
SEBS-APPLIED BASE PLY:
) ) One or more Min. 0.25-inch DenDeck,
M'"'_19/32"”°_h (new) layers, any DensDeck Prime, DEXcell FA Glass 1 per 2.0 2 POWERply Endure (Optional) POWERply | POWERply Endure
ormin. 15/32-inch combination, Mat Roof Board or SECUROCK Note 2 (min. #14 fasteners P ’ 100, 200, 300 or Endure 100, 200, 300 | 100, 200, 300 or
W-39. | (existing) plywood at . - . . T (16 per 4x8 ft . . . -60.0
max. 24” span; 8d ring min. 1.5-inch Gypsum-Fiber Roof Board or min. | only) board) 320 Smooth in or 320 Smooth in 320FRin
shank nails, 6” o.c. total thickness, 0.5-inch Structodek HD with THERMastic 80 THERMastic 80 THERMastic 80
loose laid Primed Red Coating
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TABLE 1e: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE D-2: INSULATED, IMECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

NEmO | etc.e

S Deck ) Insulation and./or Base Sheet Roof Cover (Note 15) MDP
No (Note 1) Slip Sheet Thermal Barrier ] —sf
b ote (Note 3, Note 13) Type Fastener (Note 11) Spacing Base Ply Cap Ply
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 19/32-inch plywood (Optional) UL Certified, One or more layers, | BURmastic Composite Ply HT, Tremco #14 HD with 6-inch o.c. at One or more BP-CA1 or
W-40. at max. 24-inch span; #9 x | Type G2 base sheet (ASTM | any combination, BURmastic Composite Ply Premium, Tremco 2.4” Barbed the min. 4-inch BP-CA6 or SBS-CA1 -60.0
2%" wood screws; 6” o.c. D4601, Type Il), loose laid prelim. attach BURmastic Composite Ply HT Green Metal Seam Plate wide side laps SBS-CA6
Min. 19/32-inch plywood (Optional) UL Certified, One or more layers, | BURmastic Composite Ply HT, Tremco #14 HD with 6-inch o.c. at One or more BP-CAG or
W-41. at max. 24-inch span; #9 x | Type G2 base sheet (ASTM | any combination, BURmastic Composite Ply Premium, Tremco 2.4” Barbed the min. 4-inch BP-CA6 or SBS-CAG -67.5
2%" wood screws; 6” o.c. D4601, Type l1), loose laid prelim. attach BURmastic Composite Ply HT Green Metal Seam Plate wide side laps SBS-CA6
HOT-ASPHALT-APPLIED BASE PLY:
Min. 19/32-inch plywood (Optional) UL Certified, One or more layers, | BURmastic Composite Ply HT, Tremco #14 HD with 6-inch o.c. at One or more BP-AA, SBS-
W-42. at max. 24-inch span; #9 x | Type G2 base sheet (ASTM | any combination, BURmastic Composite Ply Premium, Tremco 2.4” Barbed the min. 4-inch BP-AA. SBS-AA AA or APP- -67.5
2%" wood screws; 6” o.c. D4601, Type Il), loose laid prelim. attach BURmastic Composite Ply HT Green Metal Seam Plate wide side laps ’ TA
Min. 19/32-inch plywood (Optional) UL Certified, One or more layers, | BURmastic Composite Ply HT, Tremco #14 HD with 6-inch o.c. at One or more
W-43, at max. 24-inch span; #3 x | Type G2 base sheet (ASTM | any combination, BURmastic Composite Ply Premium, Tremco 2.4” Barbed the min. 4-inch SBS-AA SBS-TA -67.5
2%" wood screws; 6” o.c. D4601, Type l1), loose laid prelim. attach BURmastic Composite Ply HT Green Metal Seam Plate wide side laps
SEBS-APPLIED BASE PLY:
Min. 19/32-inch plywood (Optional) UL Certified, One or more layers, | BURmastic Composite Ply HT, Tremco #14 HD with 6-inch o.c. at One or more BP-SEBS
W-44, at max. 24-inch span; #9 x Type G2 base sheet (ASTM any combination, BURmastic Composite Ply Premium, Tremco 2.4” Barbed the min. 4-inch BP-SEBS, SBS- BS SEB’S -67.5
2%" wood screws; 6” o.c. D4601, Type l1), loose laid prelim. attach BURmastic Composite Ply HT Green Metal Seam Plate wide side laps SEBS
TORCH-APPLIED BASE PLY:
Min. 19/32-inch plywood (Optional) UL Certified, One or more layers, | BURmastic Composite Ply HT, Tremco #14 HD with 6-inch o.c. at One or more APP-TA
W-45, at max. 24-inch span; #3 x | Type G2 base sheet (ASTM | any combination, BURmastic Composite Ply Premium, Tremco 2.4” Barbed the min. 4-inch APP-TA, SBS- SBS—TA’ -67.5
2%" wood screws; 6” o.c. D4601, Type ll), loose laid prelim. attach BURmastic Composite Ply HT Green Metal Seam Plate wide side laps TA
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TABLE 1r: WOOD DECKS —NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED POWERFAST, BONDED ROOF COVER

NEmO | etc.e

System Deck e PowerFAST (Note 15A) Roof Cover (Note 15) MDP
Slip Sheet Thermal Barrier - M
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 11) Spacing Base Ply ‘ Cap Ply (psf)
POWERPLY ENDURE 100 SMOOTH WITH FASTENER AND STRESS PLATE:
Min. 19/32-inch . " . - ) (Optional) POWERply POWERply Endure
(new) or min. 15/32- | (Optional) UL Certified, | One ormore layers, | o epoy | Tremco #15 EHD with 6-inch o.c. within the min. | ¢ 4 "'160, 200, 300 or | 100, 200, 300 or
inch (existing) Type G2 base sheet any combination, " 5-inch wide, POWERply . . %
W-46. ” . . R Endure 100 Tremco 2.4” Barbed Seam . 320 Smooth in 320 FRin -60.0
plywood at max. 24 (ASTM D4601, Type Il), min. 2-inch thick, Endure BIO Adhesive TF
. ; . X Smooth Plate . POWERply Endure BIO POWERply Endure
span; 8d ring shank loose laid prelim. attach sealed side laps . .
nails, 6” o.c. Adhesive TF BIO Adhesive TF
POWERPLY HEAVY DUTY BASE SHEET WITH FASTENER AND STRESS PLATE:
Min. 19/32-inch Trufast Versa Fastener (min.
(new) or min. 15/32- | (Optional) UL Certified, One or more layers, POWERDI %" penetration) & Plate; 2 12-inch o.c. within the (Optional) BP-CAL1 (iaps BP-CAL1 (laps sealed
inch (existing) Type G2 base sheet min. 1-inch, any Heay Dpu\t/ screws per plate installed min. 5-inch wide, Tremco | sealed with Tremco LF Adhesive) | with Tremco LF Adhesive) 450
W-47. plywood at max. 24” | (ASTM D4601, Type ll), combination, Yy buty 180° into the holes of the LF Adhesive sealed side or SBS-CA1 (laps hot air or SBS-CAL (iaps hot )
span; &d ring shank | laid li ttach Base Sheet lat llel to th idth- I welded o.rsealed with Tremco air welded orsea(ed with
e oose lai prelim. attac plate, parallel to the wi aps LF Adhesive) Tremco LF Adhesive)
nails, 6" o.c. direction of the sheet*
Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 232 Ibf.
Min. 19/32-inch Trufast Versa Fastener (min.
(new) or min. 15/32- | (Optional) UL Certified, One or more layers, POWERply %" penetration) & Plate; 2 12-inch o.c. within the (Optional) BP-AA, SBS- BP-AA. SBS-AA
inch (existing) Type G2 base sheet min. 1-inch, any Heavy Dut screws per plate installed min. 5-inch wide, Tremco AA BP-SEBS SBS,-SEBS SBS-SéBS or SB,S- 45.0
W-48. plywood at max. 24” (ASTM D4601, Type Il), combination, Base \;heety 180° into the holes of the LF Adhesive sealed side or ’SBS—TA ! TA :
span; 8d ring shank loose laid prelim. attach plate, parallel to the width- laps
nails, 6” o.c. direction of the sheet*
Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 232 Ibf.
Min. 19/32-inch (Optional) UL Certified, One or more layers POWERply Tremco #15 EHD with 9-inch o.c. within the min. (Optior_]al) BP-CAL {Iaps. B?-CAl flaps sealed
plywood at max. 24- | Type G2 base sheet o ’ A ! ¢ sealed with Tremco LF Adhesive) | with Tremco LF Adhesive)
W-49. inch span; 8d ring (ASTM D4601, Type Il) any combination, Heavy Duty Tremco 2” Barbed Metal 4-inch wide Tremco LF or SBS-CA1 (laps hot air or SBS-CA1 (laps hot -52.5
shank naiis 6" o.c . o ypell prelim. attach Base Sheet Seam Plate Adhesive sealed side laps welded or sealed with Tremco air welded or sealed with
’ s loose laid LF Adhesive) Tremco LF Adhesive)
9-inch o.c. within the min.
. i 1 L 11
Nl"n' 19432t inch - S_Opzcénzagalie (S:E;tel?ed’ One or more layers, | POWERply Tremco #15 EHD with 4-inch wide POWERply (Optional) BP-CAS or
w-50, | PYwoodatmax.24- 1 1yp any combination, Heavy Duty | Tremco 2” Barbed Metal Endure BIO Adhesive TF or P BP-CAS or SBS-CA5 | -52.5
inch span; &d ring (ASTM D4601, Type Il), . . SBS-CA5
shank nails. 6” o.c . prelim. attach Base Sheet Seam Plate Tremco LF Adhesive sealed
, -C. loose laid .
side laps
Nllin' 19532:"“ " _(rOpteI(énzaBalilé Sﬁ;ﬂ:le{j’ One or more layers, | POWERply Tremco #15 EHD with 9-inch o.c. within the min. | (Optional) BP-AA, SBS- BP-AA, SBS-AA,
W-51. ﬁlz‘r’]vg;a: sﬁffn‘g ” (XETM D450 M Ryoe 1) any combination, Heavy Duty | Tremco 2” Barbed Metal 4-inch wide Tremco LF AA, BP-SEBS, SBS-SEBS | SBS-SEBS or SBS- 52,5
shank naiis, 6" o.c. loose laid »1YPE T prelim. attach Base Sheet Seam Plate Adhesive sealed side laps or SBS-TA TA
Min. 19/32-inch (Optional) UL Certified, | (o o more layers, | POWERply | Tremco #15 EHD with 6-inch o.c. within the min. | \opuonal) BP-CAL faps | BP-CAL (laps soled
plywood at max. 24- Type G2 base sheet - A 7 . : e . sealed with Tremco LF Adhesive) with Tremco LF Adhesive)
W-52. inch span; 8d ring (ASTM D4601, Type Il) any combination, Heavy Duty Tremco 2” Barbed Metal 4-inch wide Tremco LF or SBS-CA1 (laps hot air or SBS-CA1 (laps hot -60.0
shank naiis 6" o.c . ) prelim. attach Base Sheet Seam Plate Adhesive sealed side laps welded or sealed with Tremco air welded or sealed with
’ e loose laid LF Adhesive) Tremco LF Adhesive)
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TABLE 1r: WOOD DECKS —NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED POWERFAST, BONDED ROOF COVER

NEmO | etc.e

System LI slip Sheet e B:::/e:r PowerFAST (Note 154) Roof Cover (Note 15) MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 11) Spacing Base Ply Cap Ply sf
Trufast Versa Fastener (min.
. . g ifi 3/ q . _i ithi
Min. 19/32-inch (Optional) UL Certified, Or.\e or.more layers, POWERply %" penetration) & Plate; 2 12. |nch o.c. W.Ithln the (Optional) BP-AA, SBS- BP-AA, SBS-AA, BP-
plywood at max. 24- Type G2 base sheet min. 1-inch, any screws per plate installed min. 5-inch wide, Tremco
; ] - - Heavy Duty o ) . AA, BP-SEBS, SBS-SEBS SEBS, SBS-SEBS or -67.5
W-53. inch span; &d ring (ASTM D4601, Type 1), combination, Base Sheet 180° into the holes of the LF Adhesive sealed side or SBS-TA SBS-TA
shank nails, 6” o.c. loose laid prelim. attach plate, parallel to the width- laps
direction of the sheet*
Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 349 Ibf.
Nl'in‘ 19{132{"‘“ o (TOPZZnZaBal:: (;s;t;?ed, One or more layers, | POWERply Tremco #15 EHD with 6-inch o.c. within the min. (Optional) BP-CAS or
W-54, plywoo E_’ max. 24 P any combination, Heavy Duty Tremco 2” Barbed Metal 4-inch wide Tremco LF p BP-CA5 or SBS-CA5 -82.5
inch span; 8d ring (ASTM D4601, Type I1), ) : - SBS-CAS
shank nails, 6” o.c. loose laid prelim. attach Base Sheet Seam Plate Adhesive sealed side laps
'Vl”“~ 19é 32t"“Ch » (To"te"énzagal:: :ﬁ;‘:‘e‘j’ One or more layers, | POWERply | Tremco #15 EHD with 6-inch o.c. within the min. | (Optional) BP-AA, SBS- | BP-AA, SBS-AA,
W-55. plywoo E_’ max. &4 yp any combination, Heavy Duty Tremco 2” Barbed Metal 4-inch wide Tremco LF AA, BP-SEBS, SBS-SEBS SBS-SEBS or SBS- -82.5
inch span; 8d ring (ASTM D4601, Type I1), ) : )
shank nails, 6” o.c. loose laid prelim. attach Base Sheet Seam Plate Adhesive sealed side laps or SBS-TA TA
Min. 19/32-inch (Optional) UL Certified, One or more layers, | POWERply Tremco #15 EHD with 6-!nch oc within the min. )
W-56 plywood at max. 24- | Type G2 base sheet any combination Heavy Duty | Tremco 2” Barbed Metal 4-inch wide POWERply (Optional) BP-CAS, SBS- BP-CA5, SBS-CAS -97.5
’ inch span; #9 x 2.5” (ASTM D4601, Type II), relim. attach ! Base Sheet Seam Plate Endure BIO Adhesive TF CA5 ! ’
wood screws, 6” o.c. | |gose laid P ’ sealed side laps
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TABLE 1G: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmO | etc.e

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET (NAILS), BONDED ROOF COVER

System Deck Slio Sheet Base Sheet Roof Cover (Note 15) MDP
i ee Y
No. (Note 1) P Type Fastener (Note 11) Spacing Base Ply Cap Ply (psf)
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Min. 19/32-inch (Optional) UL Certified, BURmastic Qlass Ply, B.URmastlc Glass Ply - 28 1? ga. x 3/8-inch h(.ead 9-|nch.o.c. at 2-inch lap One or
Ib, BURmastic Composite Ply HT, BURmastic diameter annular ring shank | and 9-inch o.c. at three more BP-
W-1 plywood at max. Type G2 base sheet (ASTM . . ) ) ; BP-CA1 or SBS-CA1 -45.0*
24-inch span DA601, Type II), loose laid Composite Ply Premium or BURmastic roofing nails through 32 ga. (3), equally spaced, CA1 or SBS-
P +1ype Composite Ply HT Green x 1-5/8-inch dia. tin caps staggered center rows CAl
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 19/32-inch (Optional) UL Certified, BURmastic G?Iass Ply, BpRmastlc Glass Ply - 28 1? ga. x 3/8-inch ht.ead 9—|nch.o.c. at 2-inch lap One or BP-CA1, BP-CAS6,
Ib, BURmastic Composite Ply HT, BURmastic diameter annular ring shank | and 9-inch o.c. at three more BP-
W-2 plywood at max. Type G2 base sheet (ASTM . . ) - ) SBS-CAL1 or SBS- -45.0*
24-inch span DA4601, Type Il), loose laid Composite Ply Premium or BURmastic roofing nails through 32 ga. (3), equally spaced, CAG6 or SBS- CAG
P +1ypetl, Composite Ply HT Green x 1-5/8-inch dia. tin caps staggered center rows CA6
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 19/32-inch (Optional) UL Certified, BURmastic G?Iass Ply, BpRmastlc Glass Ply - 28 1? ga. x 3/8-inch ht.ead 9—|nch.o.c. at 2-inch lap One or
Ib, BURmastic Composite Ply HT, BURmastic diameter annular ring shank | and 9-inch o.c. at three more BP-
W-3 plywood at max. Type G2 base sheet (ASTM . . . ] . BP-CAS5 or SBS-CAS5 -45.0*
24-inch span D4601, Type II), loose laid Composite Ply Premium or BURmastic roofing nails through 32 ga. (3), equally spaced, CAS or SBS-
P + 1Ype Composite Ply HT Green x 1-5/8-inch dia. tin caps staggered center rows CAS
HOT-ASPHALT-APPLIED BASE PLY:
Min. 19/32-inch (Optional) UL Certified, BURmastic G.Iass Ply, B.URmastlc Glass Ply > 28 1? ga. x 3/8-inch ht'ead 9-|nch'o.c. at 2-inch lap BP-CAL, BP-AA,
Ib, BURmastic Composite Ply HT, BURmastic diameter annular ring shank | and 9-inch o.c. at three BP-AA, SBS-
W-4 plywood at max. Type G2 base sheet (ASTM . : . ) . SBS-CA1, SBS-AA, -45.0*
. ) Composite Ply Premium or BURmastic roofing nails through 32 ga. (3), equally spaced, AA
24-inch span D4601, Type Il), loose laid . . L SBS-TA or APP-TA
Composite Ply HT Green x 1-5/8-inch dia. tin caps staggered center rows
SEBS-APPLIED BASE PLY:
Min. 19/32-inch (Optional) UL Certified, BURmastic G.Iass Ply, B'URmastlc Glass PIy—' 28 1.2 ga. x 3/8-inch ht'ead 9-|nch'o.c. at 2-inch lap
Ib, BURmastic Composite Ply HT, BURmastic diameter annular ring shank | and 9-inch o.c. at three BP-SEBS,
W-5 plywood at max. Type G2 base sheet (ASTM . . . . . BP-SEBS, SBS-SEBS -45.0*
24-inch span D4601, Type Il}, loose laid Composite Ply Premium or BURmastic roofing nails through 32 ga. (3), equally spaced, SBS-SEBS
! ! Composite Ply HT Green x 1-5/8-inch dia. tin caps staggered center rows
TORCH-APPLIED BASE PLY:
Min. 19/32-inch (Optional) UL Certified, BURmastic Glass Ply, BpRmastlc Glass Ply - 28 1? ga. x 3/8-inch hgad 9—|nch.o.c. at 2-inch lap BP-CA1, BP-AA, BP-
Ib, BURmastic Composite Ply HT, BURmastic diameter annular ring shank | and 9-inch o.c. at three SEBS, SBS-CA1, SBS-
W-6 plywood at max. Type G2 base sheet (ASTM . . ) . . SBS-TA -45.0*
24-inch span D4601, Type II), loose laid Composite Ply Premium or BURmastic roofing nails through 32 ga. (3), equally spaced, AA, SBS-SEBS or
P + 1Ype Composite Ply HT Green x 1-5/8-inch dia. tin caps staggered center rows SBS-TA
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TABLE 1H: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeArR-OFF) oR RECOVER

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET (SCREWS & PLATES), BONDED ROOF Cov

NEmO | etc.e

System Deck Slip Sheet Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) Type I Fastener (Note 11) | Spacing Base Ply Cap Ply sf
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 19/32-inch plywood at (Optional) UL Certified, . . . . Tremco #14 HD with 6-inch o.c. at the One or more
W-57. max. 24-inch span; #9 x 2" Type G2 base sheet (ASTM BURmast.|c Composite I?Iy HT, BUBmastlc Composite Tremco 2.4” Barbed min. 4-inch wide BP-CA6 or BP-CA1 or SBS-CA1 -60.0
" Ply Premium, BURmastic Composite Ply HT Green
wood screws; 6” o.c. D4601, Type Il), loose laid ! Metal Seam Plate side laps SBS-CA6
Min. 19/32-inch plywood at (Optional) UL Certified, . . . . Tremco #14 HD with 6-inch o.c. at the One or more
W-58. max. 24-inch span; #9 x 2%” Type G2 base sheet (ASTM BURmast.lc Composite F.’Iy HT, BUBmastlc Composite Tremco 2.4” Barbed min. 4-inch wide BP-CA6 or BP-CA6 or SBS-CA6 | -67.5
" Ply Premium, BURmastic Composite Ply HT Green
wood screws; 6” o.c. D4601, Type Il), loose laid ! Metal Seam Plate side laps SBS-CA6
HOT-ASPHALT-APPLIED BASE PLY:
Min. 19/32-Inch plywood at (Optional) UL Certified, BURmastic Composite Ply HT, BURmastic Composite 'S #ut,HD with 6_.mCh o.c.at Fhe BP-AA, SBS- | BP-AA, SBS-AA or
W-59. max. 24-inch span; #9 x 2% Type G2 base sheet (ASTM Plv Premium. BURmastic Composite Ply HT Green Tremco 2.4” Barbed min. 4-inch wide AA APP-TA -67.5
wood screws; 6” o.c. D4601, Type I1), loose laid v um P Y Metal Seam Plate side laps
Min. 19/32-inch plywood at (Optional) UL Certified, . . . . Tremco #14 HD with 6-inch o.c. at the
W-60. | max.24-inch span; #9x2%” | Type G2 base sheet (ASTM EluF;Tea;ti'jrﬁognup;’r::;l'yc”oﬁ; B(i?t':ijt'lc_'%’::é’:'te Tremco 2.4” Barbed | min. 4-inch wide | SBS-AA SBS-TA 67.5
wood screws; 6” 0.c. D4601, Type Il), loose laid v ! P v Metal Seam Plate side laps
SEBS-APPLIED BASE PLY:
Min. 19/32-inch plywood at (Optional) UL Certified, . p . . Tremco #14 HD with 6-inch o.c. at the g
W-61. | max 2dinchspan; #9x24" | Type G2 base sheet (ASTM | B orouc Composite Ply HT, BURMstic Composite | 1romco 5 4 arbed | min. 4-nchwide | B ocoor BP-SEBS, SBS-SEBS | -67.5
wood screws; 6” o.c. D4601, Type I1), loose laid Y ’ P Y Metal Seam Plate side laps
TORCH-APPLIED BASE PLY:
Min. 19/32-inch plywood at (Optional) UL Certified, . . . . Tremco #14 HD with 6-inch o.c. at the ; 3
W-62. | max.24-inch span; #9x2%” | Type G2 base sheet (ASTM EluF;Tear;ti'jrgog'up;;;esgc'yctg B;i?i‘:‘t'lc_'%n::;:te Tremco 2.4” Barbed | min. 4-inch wide _’?XP TASBS- | \pp-Ta, SBS-TA 67.5
wood screws; 6” 0.c. D4601, Type Il), loose laid v ! P v Metal Seam Plate side laps
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NEmO | etc.e
TABLE 11: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SyYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED POWERFAST, BONDED ROOF COVER

System Deck Slio Sheet PowerFAST (Note 15A) Roof Cover (Note 15) MDP
ip Shee Y
No. (Note 1) P Type Fastener (Note 11) Spacing Base Ply Cap Ply sf
POWERPLY ENDURE 100 SMOOTH WITH FASTENER AND STRESS PLATE:
Min. 19/32-inch (new) or min. | qtional) UL Certified, Type | POWERply Tremco #15 EHD with 6-inch o.c. within the min. 5-inch porQel) POERES POWERpIy Endure ?00'
15/32-inch (existing) plywood ' . Endure 100, 200, 300 or 320 | 200, 300 or 320 FR in
W-63. ” o G2 base sheet (ASTM Endure 100 Tremco 2.4” Barbed wide, POWERply Endure BIO . -60.0
atmax. 24" span; 8 ring D4601, Type Il), loose laid Smooth Seam Plate Adhesive TF sealed side laps Smooth in POWERply POWERply Endure BIO
shank nails, 6” o.c. o ypell P Endure BIO Adhesive TF Adhesive TF
POWERPLY HEAVY DUTY BASE SHEET WITH FASTENER AND STRESS PLATE:
Trufast Versa Fastener
. . . (min‘ #” penetration) & . BP-CAZ1 (laps sealed with
1M5'73;21?/3§'('nc_ht(,ne;"’)|°r m':" (Optional) UL Certified, Type | POWERply Plate; 2 screws per plate | 12-inch o.c. within the min. 5-inch (thlonal) BP'CA_l (1aps sealed Tremeo LF Adhesive) OF SBS-
—_— at ma;nzz,, Se::nfggd z:;”oo G2 base sheet (ASTM Heavy Duty installed 180° into the wide, Tremco LF Adhesive sealed | “ith Treme LFA_dhes've) or SBS- CA1 (laps hot air welded or -45.0
T chank r.'nails, & o.c. D4601, Type II), loose laid Base Sheet holes of the plate, side laps chﬁthi’:r’:fC:‘th‘:;"’]‘Z’s;d or sealed <ealed with Tremco LF
parallel to the width- Adhesive)

direction of the sheet*

Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 232 Ibf.

Trufast Versa Fastener
(min. %” penetration) &

Min. 19/32-inch (new) or min. (Optional) UL Certified, Type | POWERply Plate; 2 screws per plate 12-inch o.c. within the min. 5-inch | (Optional) BP-AA, SBS-AA,
15/32-inch (existing) plywood

W-65. at max. 24” span; 8d ring
shank nails, 6” o.c.

G2 base sheet (ASTM Heavy Duty installed 180° into the wide, Tremco LF Adhesive sealed BP-SEBS, SBS-SEBS or SBS- BP-AA, SBS-AA, SBS- -45.0

D4601, Type II), loose laid Base Sheet holes of the plate, side laps TA SEBS or SBS-TA
parallel to the width-
direction of the sheet*

Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 232 Ibf.

(Optional) BP-CA1 (iaps sealed BP-CAL (laps sealed with

Min. 19/32-inch plywood at (Optional) UL Certified, Type | POWERply Tremco #15 EHD with 9-inch o.c. within the min. 4-inch _ ) Tremco LF Adhesive) OF SBS-
W-66. | max. 24-inch span; 8d ring G2 base sheet (ASTM Heavy Duty | Tremco 2” Barbed Seam | wide Tremco LF Adhesive sealed | it Tremeo LF Adhesive) OF SBS- CA1 (laps hot air welded or -52.5
shank nails, 6” o.c. D4601, Type l1), loose laid Base Sheet Plate side laps CAL (laps hot air welded or sealed sealed with Tremco LF
with Tremco LF Adhesive) Adhesive)
Min. 19/32-inch plywood at | (Optional) UL Certified, Type | POWERply | Tremco #15 EHD with ai'gghp‘g‘;v‘g;hl'”Et:(‘ju":;”élg'”Ch (Optional) BP-CAS or SBS.
W-67. max. 24-inch span; 8d ring G2 base sheet (ASTM Heavy Duty Tremco 2” Barbed Seam . Pl P BP-CAS or SBS-CA5 -52.5
e @ . Adhesive TF or Tremco LF CAS5
shank nails, 6” o.c. D4601, Type Il), loose laid Base Sheet Plate . )
Adhesive sealed side laps
Min. 19/32-inch plywood at (Optional) UL Certified, Type | POWERply Tremco #15 EHD with 9-inch o.c. within the min. 4-inch (Optional) BP-AA, SBS-AA, BP-AA SBS-AA. SBS-
W-68. max. 24-inch span; 8d ring G2 base sheet (ASTM Heavy Duty Tremco 2” Barbed Seam wide Tremco LF Adhesive sealed BP-SEBS, SBS-SEBS or SBS- SEBS olr <BS TA’ -52.5
shank nails, 6” o.c. D4601, Type II), loose laid Base Sheet Plate side laps TA
. -~ BP-CA1 (laps sealed with
Min. 19/32-inch plywood at (Optional) UL Certified, Type | POWERply Tremco #15 EHD with 6-inch o.c. within the min. 4-inch (thlonal) BP CAl (laps sealed Tremeo LF Adhesive) OF SBS-
W-69. | max. 24-inch span; &d ring G2 base sheet (ASTM Heavy Duty | Tremco 2” Barbed Seam | wide Tremco LF Adhesive sealed | it Tremco LF Adhesive) OF SBS- CA1 (laps hot air welded or -60.0
shank nails, 6” o.c. D4601, Type lI), loose laid Base Sheet Plate side laps C,Al (1aps hot air welded or sealed sealed with Tremco LF
with Tremco LF Adhesive) Adhesive)
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ PEER-TRM-006.B.R19 for FL20325-R21 (HVHZ)
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NEmO | etc.e
TABLE 11: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SyYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED POWERFAST, BONDED ROOF COVER

System Deck slip Sheet PowerFAST (Note 15A) Roof Cover (Note 15) MDP
No. (Note 1) Type Fastener (Note 11) Spacing Base Ply Cap Ply sf
Trufast Versa Fastener
(min. 3%” penetration) &
Min. 19/32-inch plywood at (Optional) UL Certified, Type | POWERply Plate; 2 screws per plate 12-inch o.c. within the min. 5-inch | (Optional) BP-AA, SBS-AA, BP-AA, SBS-AA, BP-
max. 24-inch span; 8d ring G2 base sheet (ASTM Heavy Duty installed 180° into the wide, Tremco LF Adhesive sealed BP-SEBS, SBS-SEBS or SBS- SEBS, SBS-SEBS or SBS- -67.5
e, shank nails, 6” o.c. D4601, Type Il), loose laid Base Sheet holes of the plate, side laps TA TA
parallel to the width-
direction of the sheet*
Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 349 Ibf.
Min. 19/32-inch plywood at (Optional) UL Certified, Type | POWERply Tremco #15 EHD with 6-inch o.c. within the min. 4-inch (Optional) BP-CAS or SBS-
W-71. max. 24-inch span; 8d ring G2 base sheet (ASTM Heavy Duty Tremco 2” Barbed Seam wide Tremco LF Adhesive sealed CAS BP-CA5 or SBS-CA5 -82.5
shank nails, 6” o.c. D4601, Type 1), loose laid Base Sheet Plate side laps
Min. 19/32-inch plywood at (Optional) UL Certified, Type | POWERply Tremco #15 EHD with 6-inch o.c. within the min. 4-inch (Optional) BP-AA, SBS-AA, BP-AA. SBS-AA. SBS-
W-72. max. 24-inch span; 8d ring G2 base sheet (ASTM Heavy Duty Tremco 2” Barbed Seam wide Tremco LF Adhesive sealed BP-SEBS, SBS-SEBS or SBS- SEBS c;r SBS—TAl -82.5
shank nails, 6” o.c. D4601, Type Il), loose laid Base Sheet Plate side laps TA
Min. 19/32-inch plywood at (Optional) UL Certified, Type | POWERply Tremco #15 EHD with 6-inch o.c. within the min. 4-inch
W-73. max. 24-inch span; #9 x 2.5” G2 base sheet (ASTM Heavy Duty Tremco 2” Barbed Seam wide POWERply Endure BIO (Optional) BP-CAS5, SBS-CA5 BP-CA5, SBS-CA5 -97.5
wood screws, 6” o.c. D4601, Type Il), loose laid Base Sheet Plate Adhesive TF sealed side laps
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ PEER-TRM-006.B.R19 for FL20325-R21 (HVHZ)
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NEmO | etc.e
TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck o P MDP
ac ac
No. (Note 1) Type Type Base PI Pl Cap PI (psf)
yp (Notes 6,7,8) yp (Notes 6,7,8) v Y PFly
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Min. 22 ga., type LRFIA or Additional Insulation Layer(s): (Optional)
B, Grade 40 Min. 2-inch Trisotech G, Trisotech !"RFIA(BG)’ 12- | Min. 1-inch bas.e msul‘?\tlon BP-CA1 or One or more BP- BP-CA1 or "
S-1. steel; 6 ft span; CGF o Trisotech inch o.c. Coverboard: Min. 0.5-inch DensDeck LRFIA or LRFIA(BG) SBS-CA1 CA1 or SBS-CAL SBS-CA1 -45.0
#12 HWH Teks 5, (every other Prime or SECUROCK Gypsum-Fiber Roof !
6” o.c. deck flange) Board
. LRFIA or Additional Insulation Layer(s): (Optional)
g/“g' Zj gja t\t/pel. LRFIA(BG), 12 Min. 1-inch base insulation Additional Layer(s): (Optional) One or
-2 6‘ft Sraas_ #152 eel Min. 2-inch Trisotech G, Trisotech inch o.c ! Coverboard: Min. 1-inch MonoBoard LRFIA or LRFIA(BG) BP-CA1l or m(fre BP-CA1 or BP-CA1l or 525
' pan; " CGF, Trisotech or H-Shield - Plus or Min. 2-inch TopRock DD Plus (no | Coverboard: LRFIA or | SBS-CA1 ! SBS-CAl ’
HWH Teks 5, 6 (every other ) . ) . SBS-CA1
extrapolation permitted for ribbon LRFIA(BG), 6-inch o.c.
o.c. deck flange)
attachment)
Min. 22 ga., type LRFIA or Additional Insulation Layer(s): (Optional)
B, Grade 40 steel; Min. 2-inch Trisotech G, Trisotech .LRFIA(BG)' 12- | Min. L-inch bas.e |nsu|z.at|0n BP-CA1l or BP-CAl or «
S-3. 6 ft span; #12 CGF or Trisotech inch o.c. Coverboard: Min. 0.5-inch DensDeck LRFIA or LRFIA(BG) SBS-CAL None SBS-CAL -60.0
HWH Teks 5, 6” (every other Prime or SECUROCK Gypsum-Fiber Roof
o.c. deck flange) Board
g/“g‘ 2; g:(.), t\t/pel LRFIA or Additional Insulation Layer(s): (Optional)
rade 80 steel; ; ’ - 3
’ ’ - | Min. 1-inch |
6 ft span; #12 Min. 2-inch Trisotech G, Trisotech | - A(BG), 12 in. Kinch (@R insulatiy LRFIA or LRFIA(BG), | BP-CAL or BP-CA1 or
S-4. X X inch o.c. Coverboard: Min. 0.25-inch DensDeck R None -75.0%
HWH Teks 5 with CGF or Trisotech Ry . 6-inch o.c. SBS-CA1 SBS-CA1
%" washers, 6” (every other Prime or SECUROCK Gypsum-Fiber Roof
o.c. deck flange) Board
g/“g‘ 2; g:(.), t\t/pel LRFIA or Additional Insulation Layer(s): (Optional)
rade 80 steel; ; ; B 3
’ ’ LRFIA(BG), 6- Min. 1-inch base insulation
6 ft span; #12 Min. 1.5-inch Trisotech G, LRFIA(BG), . -Incigase insu at! LRFIA or LRFIA(BG), | BP-CALor BP-CAL or .
S-5. . . R inch o.c. Coverboard: Min. 0.25-inch DensDeck R None -75.0
HWH Teks 5 with Trisotech CGF or Trisotech - . 6-inch o.c. SBS-CA1 SBS-CA1
%" washers, 6” (every deck Prime or SECUROCK Gypsum-Fiber Roof
o.c. flange) Board
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 22 ga., type ) ) ! ) LRFIA or .
. Min. 1.5-inch Trisotech G, Trisotech ” . . . (Optional) One or
B, Grade 0steel; | (o 1 otech, Hoshield, Multi-Max | LR A(BG), 12- | Additional Insulation Laver(s): (Optional) LRFIA or LFRIA(BG), BP-CAG or SBS- | more BP-CA1, BP- | o AL BP
S-6. 6 ft span; #12 FA3 or Styrofoam Brand Roofmate inch o.c. (every | Min. 1-inch base insulation 12-inch o.c CAG CAG. SBS-CA1 or CA6, SBS-CA1 -52.5
HWH Teks 5, 6” . Yy ! other deck Coverboard: Min. 0.125-inch TremBoard AC - ’ or SBS-CA6
Highload 60 or Plazamate E— SBS-CA6
o.c. flange)
Min. 22 ga., type LRFIA or Additional Insulation Layer(s): (Optional) . .
. * . - . Additional Layer(s): (Optional) One or
B, Grade d0steel; | \yy 5.inch Trisotech G, Trisotech LRFIA(BG), 12- ) Min. Linch base insulation LRFIA or LRFIA(BG) BP-CAG or SBS- | more BP-CAL, BP- | Do ch BP
S-7. 6 ft span; #12 . X inch o.c. (every | Coverboard: Min. 0.5-inch Structodek HD CA®6, SBS-CA1 -60.0
” CGF, Trisotech, H-Shield T . Coverboard: LRFIA or CA6 CA®6, SBS-CA1 or
HWH Teks 5, 6 other deck with Primed Red Coating or DEXcell FA ) or SBS-CA6
LRFIA(BG), 6-inch o.c. SBS-CA6
o.c. flange) Glass Mat Roof Board
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ PEER-TRM-006.B.R19 for FL20325-R21 (HVHZ)
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck o P MDP
ac| ac|
No. (Note 1) Type Type Base PI Pl Cap PI (psf)
yp (Notes 6,7,8) yp (Notes 6,7,8) v Y PFly
Min. 22 ga., type LREIA or Ad'dltlo'nal Insulatilon Layer(sl: (Optional) A 4
B. Grade 40 steel: LRFIA(BG), 12- Min. 1-inch base insulation Additional Layer(s): (Optional) One or BP-CAL BP-
o8 6‘ft <oan: #12 ! Min. 2-inch Trisotech G, Trisotech inch o.c ((Iaver Coverboard: Min. 1-inch MonoBoard Plus LRFIA or LRFIA(BG) BP-CA6 or SBS- | more BP-CA1, BP- ch6 SB,S-CAl 60.0*
’ pan; Y CGF, Trisotech, H-Shield . ¥ or Min. 2-inch TopRock DD Plus (no Coverboard: LRFIA or CA6 CA6, SBS-CA1 or ! ’
HWH Teks 5, 6 other deck . . ) T —— or SBS-CA6
extrapolation permitted for ribbon LRFIA(BG), 6-inch o.c. SBS-CA6
o.c. flange)
attachment)
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech LRFIA. 12-inch :/ldi:nfir:]aclhlfailzti:);;\ilj_u; s): (Optional)
B, Grade 40 steel; CGF, Trisotech, Elevate ISOGARD GL, oc (e’ver Covérboard- Min. 0.5-inch DensDeck Prime BP-CA6 or SBS- (Optional) One or BP-CA1, BP-
S-9. 6 ft span; #12 Multi-Max FA3, Elevate ISOGARD CG, " M — - " | LRFIA more BP-CA6 or CA®6, SBS-CA1 -60.0
” other deck SECUROCK Gypsum-Fiber Roof Board or CA6
HWH Teks 5, 6 UltraMax or Styrofoam Brand - SBS-CA6 or SBS-CA6
o.c Roofmate. Highload 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
- - Hig 7/16-inch DEXcell Cement Roof Board
Additional Insulation L : ional
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech d.dltlo.na 0 atllon ayer(s) (Optional)
. . LRFIA(BG), 12- Min. 1-inch base insulation .
B, Grade 40 steel; CGF, Trisotech, H-Shield, Elevate inch o.c. (ever c board: Min. 0.5-inch DensDeck Pri BP-CA6 or SBS- (Optional) One or BP-CA1, BP-
5-10. 6 ft span; #12 ISOGARD GL, Elevate ISOGARD CG, ¢ levery | ~overvoard: Min. L.o-inch DEnsVeck Prime, | pea () more BP-CA6 or CA6, SBS-CA1 -60.0
” other deck SECUROCK Gypsum-Fiber Roof Board or CA6
HWH Teks 5, 6 UltraMax or Styrofoam Brand R SBS-CA6 or SBS-CA6
o Roofmate. Highload 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
e - Hig 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type . . . .
Min. 2-inch Trisotech G, Trisotech LRFIA or
B, Grade 80 steel; . ’ Min. 0.5-inch SECUROCK Gypsum-Fiber .
- | BP-CA1l, BP-
6 ft span; #12 CGF, Trisotech, Elevate ISOGARD GL, | LRFIA(BG), 12- | o 504 o sECUROCK Cement Roof LRFIA or LFRIA(BG), BP-CAG or sBs- | (OPtional) One or CAL
S-11. . Multi-Max FA3, Elevate ISOGARD CG, inch o.c. (every . . . more BP-CA6 or CA®6, SBS-CA1 -75.0
HWH Teks 5 with Board or min. 7/16-inch DEXcell Cement 12-inch o.c. CA6
” ” UltraMax or Styrofoam Brand other deck SBS-CA6 or SBS-CA6
%" washers, 6 . Roof Board
oc Roofmate, Highload 60 or Plazamate flange)
g/“g‘rjjegi')’ ;‘t’s:l Min. 0.5-inch DensDeck Prime, Min. | LRFIA or
6‘ft span: two (2)' 0.25-inch SECUROCK Gypsum-Fiber LRFIA(BG), 12- BP-CAG or SBS- (Optional) One or BP-CA1, BP-
S-12. #12 I-FI)Wl:i Teks 5 Roof Board, Min. 0.5-inch SECUROCK inch o.c. (every None N/A CAG more BP-CA6 or CA®6, SBS-CA1 -97.5
. ” Cement Roof Board or min. 7/16-inch | other deck SBS-CA6 or SBS-CA6
with %” washers,
6" oc DEXcell Cement Roof Board flange)
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech ‘ AC!dItIO.nEﬂ Insulat.lon Layer(s): (Optional)
B, Grade 40 steel; . LRFIA, 12-inch Min. 1-inch base insulation .
6 ft span; two (2) CGF, Trisotech, Elevate ISOGARD GL, B (cves C board: Min. 0.5-inch DensDeck Pri BP-CAG or SBS- (Optional) One or BP-CA1, BP-
$-13. pan; Multi-Max FA3, Elevate ISOGARD CG, | O. ‘€VerY =overvoard: Min. 9.0-Inch Dens Jeck Frime, | gy 6-inch o.c. more BP-CA6 or CAG,SBS-CA1 | -97.5
#12 HWH Teks 5 other deck SECUROCK Gypsum-Fiber Roof Board or CA6
. ” UltraMax or Styrofoam Brand . SBS-CA6 or SBS-CA6
with %” washers, Roofmate. Highload 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
6” o.c. "8 7/16-inch DEXcell Cement Roof Board
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck o P MDP
No. (Note 1) Type ac Type ac Base Ply Ply Cap Ply sf
(Notes 6,7,8) (Notes 6,7,8)
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech Ad'dltlo'nal Insulatilon Layer(sl: (Optional)
B, Grade 40 steel; . . LRFIA(BG), 12- Min. 1-inch base insulation .
6 ft span; two (2) | (O Trisotech, H-Shield, Elevate inch o.c. (every | Coverboard: Min. 0.5-inch DensDeck Prim BP-CAG orsBs- | (OPtional) Oneor | BP-CAL BP-
s-14. pan; ISOGARD GL, Elevate ISOGARD CG, -c.levery | Loverboarg: Min. 0.>-inch Densec € | LRFIA(BG), 6-inch o.c. more BP-CA6 or CA6, SBS-CAL 97.5
#12 HWH Teks 5 other deck SECUROCK Gypsum-Fiber Roof Board or CA6
. ” UltraMax or Styrofoam Brand ¢ SBS-CA6 or SBS-CA6
with %” washers, Roofmate. Highload 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
6” o.c. » I8 7/16-inch DEXcell Cement Roof Board
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 22 ga., type . . . . LRFIA or
Min. 1.5-inch Trisotech G, Trisotech . . .
; ! - A | Insul L : | i
B Grade 40steel; | o Tiicotach, H-shield, Multi-Max | - A(BG), 12 dditional Insulation Layer(s): (Optional) LRFIA or LFRIA(BG), BP-CAS or sps- | (OPtionall Oneor | oo 1o o
S-15. 6 ft span; #12 FA3 or Stvrofoam Brand Roofmate inch o.c. (every | Min. 1-inch base insulation 12-inch o.c cAS more BP-CAS or CAS -52.5
HWH Teks 5, 6” ] 4 ’ other deck Coverboard: Min. 0.125-inch TremBoard AC < SBS-CAS5
Highload 60 or Plazamate -
o.c. flange)
Min. 22 ga., type LRFIA or - A . -
: yer(s): .
B, Grade 40 steel; . . . . LRFIA(BG), 12- Aqdltlopal Insulatllon Layer(s) (Optional) Additional Layer(s (Optional) One or
$16 6 ft span: #12 Min. 2-inch Trisotech G, Trisotech inch o.c. (ever Min. 1-inch base insulation LRFIA or LRFIA(BG) BP-CAS or SBS- more BP-CAS or BP-CAS or SBS- 60.0
: pan; Y CGF, Trisotech, H-Shield o Y| Coverboard: Min. 0.5-inch Structodek HD Coverboard: LRFIA or CA5 CA5 ’
HWH Teks 5, 6 other deck TR . v SBS-CAS
with Primed Red Coating LRFIA(BG), 6-inch o.c.
o.c. flange)
. Additi Il ion L g i | .
BMI(r;. 2; gZS t\t/pel- t&i:ﬁ(gr(i) 12 Mc::ltll?ir:\achlsalllzti:)sr:;laat\ilsr:m o Additional Layer(s): (Optional) One or
, arade At steel; Min. 2-inch Trisotech G, Trisotech . ! ) ; . LRFIA or LRFIA(BG) P BP-CAS or "
S-17. 6 ft span; #12 . X inch o.c. Coverboard: Min. 1-inch MonoBoard (no SBS-CAS more BP-CA5 or -60.0
HWH T W CGF, Trisotech or H-Shield e . . Coverboard: LRFIA or SBS-CA5
eks 5, 6 (every other extrapolation permitted for ribbon 7LRFIA(BG) 6uinch o.c SBS-CA5
o.c. deck flange) attachment) ’ -
) UREIA or Additional Insulation Layer(s): (Optional)
g/l'g' Zj gZ(‘)‘ t\t/pel. LRFIA(BG), 12 Min. 1-inch base insulation Additional Layer(s): (Optional) One or
.18 G‘ft gaa: #152 eel Min. 2-inch Trisotech G, Trisotech inch o.c ! Coverboard: Min. 1-inch MonoBoard LRFIA or LRFIA(BG) BP-CAS or mgre BP-CAS or BP-CAS or -60.0*
’ pan; " CGF, Trisotech or H-Shield . Plus or Min. 2-inch TopRock DD Plus (no Coverboard: LRFIA or | SBS-CA5 SBS-CA5 ’
HWH Teks 5, 6 (every other A . . ———— SBS-CAS5
extrapolation permitted for ribbon LRFIA(BG), 6-inch o.c.
o.c. deck flange)
attachment)
— on L : "
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech ) Ac!dmo.nal Insulat.|on a\./er s): (Optional)
. LRFIA, 12-inch Min. 1-inch base insulation .
B, Grade 40 steel; CGF, Trisotech, Elevate ISOGARD GL, R X . (Optional) One or
. o.c. (every Coverboard: Min. 0.5-inch DensDeck Prime, BP-CAS or SBS- BP-CAS or SBS-
S-19. 6 ft span; #12 Multi-Max FA3, Elevate ISOGARD CG, P—— ) LRFIA more BP-CAS or -60.0
” other deck SECUROCK Gypsum-Fiber Roof Board or CA5 CA5
HWH Teks 5, 6 UltraMax or Styrofoam Brand X SBS-CA5
o.c Roofmate, Highload 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
o ! 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech Ad.d|t|o.nal Insulat.lon Layer(s): (Optional)
. . LRFIA(BG), 12- Min. 1-inch base insulation .
B, Grade 40 steel; | CGF, Trisotech, H-Shield, Elevate inch o.c. (ever Coverboard: Min. 0.5-inch DensDeck Prime BP-CAS or SBS- (Optional) One or BP-CAS or SBS-
5-20. 6 ft span; #12 ISOGARD GL, Elevate ISOGARD CG, ¢ levery | Zoverboard: Vin. 0.>-1 'ME | LRFIA(BG) more BP-CAS or 60.0
” other deck SECUROCK Gypsum-Fiber Roof Board or CA5 CA5
HWH Teks 5, 6 UltraMax or Styrofoam Brand R SBS-CA5
. flange) SECUROCK Cement Roof Board or min.
o.c. Roofmate, Highload 60 or Plazamate .
7/16-inch DEXcell Cement Roof Board
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ PEER-TRM-006.B.R19 for FL20325-R21 (HVHZ)
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TOP OF APPENDIX

Appendix 1, Page 29 of 135




TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck o P MDP
No. (Note 1) Type ac Type ac Base Ply Ply Cap Ply sf
(Notes 6,7,8) (Notes 6,7,8)
Min. 22 ga., type . . . .
B, Grade 80 steel; C'\/l(":r}l f’r;:cc)?ezﬂsgfs\fgtgl;—géoAt:[c)hGL tgi:ﬁ(g;) 12- Min. 0.5-inch SECUROCK Gypsum-Fiber (Optional) One or
6 ft span; #12 " ! i ) ! Roof Board or SECUROCK Cement Roof LRFIA or LFRIA(BG), BP-CAS5 or SBS- P BP-CAS5 or SBS-
S-21. . Multi-Max FA3, Elevate ISOGARD CG, inch o.c. (every . . . more BP-CAS or -75.0
HWH Teks 5 with Board or min. 7/16-inch DEXcell Cement 12-inch o.c. CA5 CA5
” ” UltraMax or Styrofoam Brand other deck SBS-CAS
%" washers, 6 X Roof Board
oc Roofmate, Highload 60 or Plazamate flange)
Min. 22 ga., type
B, Grade 80 steel; LRFIA or (Optional) One or
522 6 ft span; #12 Min. 0.25-inch DensDeck, Deck Prime | LRFIA(BG), 6- None N/A BP-CAS or SBS- m:re BP-CAS or BP-CAS or SBS- -82.5%
: HWH Teks 5 with or DEXcell FA Glass Mat Roof Board inch o.c. (every CA5 CA5 ’
” ” SBS-CA5
%" washers, 6 deck flange)
o.c.
Min. 22 ga., type . . . . - \ .
B. Grade 40 steel: Min. 2-inch Trisotech G, Trisotech LRFIA or Additional Insulation Layer(s): (Optional)
6 ft span; two (2) CGF, .Trlsotech, Elevate ISOGARD GL, !_RFIA(BG), 12- Min. 1-inch bas.e |nsu|at.|on LRFIA or LRFIA(BG), 6- BP-CAS or SBS- (Optional) One or BP-CAS or SBS-
S-23. Multi-Max FA3, Elevate ISOGARD CG, inch o.c. (every | Coverboard: Min. 0.25-inch DensDeck, . more BP-CAS or -82.5*
#12 HWH Teks 5 Ay . N ! inch o.c. CA5 CA5
. ” UltraMax or Styrofoam Brand other deck Deck Prime or DEXcell FA Glass Mat Roof SBS-CA5
with %” washers, .
6" o.c Roofmate, Highload 60 or Plazamate flange) Board
gmg'r;jegz(')’ ?tISeel- Min. 2-inch Trisotech G, Trisotech LRFIA 12-inch
G,ft e (2): CGF, Trisotech, Elevate ISOGARD GL, oc (e’ver Additional Insulation Layer(s): (Optional) (Optional) One or BP-CAS or SBS-
S-24. pan; Multi-Max FA3, Elevate ISOGARD CG, " M Min. 1-inch base insulation LRFIA, 6-inch o.c. SBS-CA5 more BP-CAS or -97.5
#12 HWH Teks 5 other deck i i X CA5
S UltraMax or Styrofoam Brand Coverboard: Min. 0.5-inch DensDeck Prime SBS-CAS
with %” washers, . flange)
6" o.c Roofmate, Highload 60 or Plazamate
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech . Ac!dltlopal Insulatllon Layeris[: (Optional)
B, Grade 40 steel; . LRFIA, 12-inch Min. 1-inch base insulation A
CGF, Trisotech, Elevate ISOGARD GL, . . (Optional) One or
6 ft span; two (2) . o.c. (every Coverboard: Min. 0.5-inch SECUROCK . BP-CAS or SBS- BP-CAS5 or SBS-
S-25. Multi-Max FA3, Elevate ISOGARD CG, — LRFIA, 6-inch o.c. more BP-CAS or -97.5
#12 HWH Teks 5 Ul other deck Gypsum-Fiber Roof Board or SECUROCK CA5 CA5
L am raMax or Styrofoam Brand - X SBS-CAS
with %” washers, ; flange) Cement Roof Board or min. 7/16-inch
” Roofmate, Highload 60 or Plazamate
6” o.c. DEXcell Cement Roof Board
g/hg.rjjegz(‘)‘ zzg;_ Min. 2-inch Trisotech G, Trisotech LRFIA(BG), 12-
6‘ft <pan: two (2)’ CGF, Trisotech, H-Shield, Elevate inch o.c (;:-ver Additional Insulation Layer(s): (Optional) (Optional) One or BP-CAS or SBS-
S-26. pan; ISOGARD GL, Elevate ISOGARD CG, Yy ¥ Min. 1-inch base insulation LRFIA(BG), 6-inch o.c. SBS-CAS5 more BP-CAS or -97.5
#12 HWH Teks 5 other deck R i X CA5
S UltraMax or Styrofoam Brand Coverboard: Min. 0.5-inch DensDeck Prime SBS-CAS
with %” washers, N flange)
6" oc Roofmate, Highload 60 or Plazamate
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck o P MDP
No. (Note 1) Type ac Type ac Base Ply Ply Cap Ply sf
(Notes 6,7,8) (Notes 6,7,8)
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech Ad'dltlo'nal Insulatilon Layer(sl: (Optional)
B, Grade 40 steel; X . LRFIA(BG), 12- Min. 1-inch base insulation .
6 ft span; two (2) CGF, Trisotech, H-Shield, Elevate inch o.c. (ever C board: Min. 0.5-inch SECUROCK BP-CA5 or SBS- (Optional) One or BP-CA5 or SBS-
s-27. 12 I-‘IJWI-,I Teks 5 ISOGARD GL, Elevate ISOGARD CG, other deck ¥ G°"er7°a;_b' F'{”' f'B"“°d CECUROCK LRFIA(BG), 6-inch o.c. | (o more BP-CAS or oAs 97.5
S UltraMax or Styrofoam Brand ypsum-Fiber Roo oar- or X SBS-CAS
with %” washers, . flange) Cement Roof Board or min. 7/16-inch
” Roofmate, Highload 60 or Plazamate
6” o.c. DEXcell Cement Roof Board
5, Grad 40 steeh LRFIA o
6,ft span: two (2)’ LRFIA(BG), 12- (Optional) One or BP-CAS or SBS-
S-28. pan; Min. 0.5-inch DensDeck Prime inch o.c. (every | None N/A SBS-CAS5 more BP-CAS5 or -112.5
#12 HWH Teks 5 CA5
. ” other deck SBS-CAS
with %” washers, flange)
6” o.c. g
g/“g‘r jjegj(')’ ?t’s; Min. 0.25-inch SECUROCK Gypsum- | LRFIA or
6,ft span: two (2)’ Fiber Roof Board, Min. 0.5-inch LRFIA(BG), 12- (Optional) One or BP-CAS or SBS-
S-29. #12 :Wl:i Teks5 SECUROCK Cement Roof Board or inch o.c. (every | None N/A SBS-CAS5 more BP-CA5 or CAS -157.5
. ” min. 7/16-inch DEXcell Cement Roof other deck SBS-CAS
with %” washers,
” Board flange)
6” o.c.
HOT-ASPHALT-APPLIED BASE PLY:
Min. 22 ga., type . . . . LRFIA or
B, Grade 40 steel; Min. lf5 inch T”SOte.Ch G T”SPtECh LRFIA(BG), 12- Additional Insulation Layer(s): (Optional) (Optional) One or BP-CAL BP
CGF, Trisotech, H-Shield, Multi-Max X N . N " LRFIA or LFRIA(BG), AA, SBS-CA1,
S-30. 6 ft span; #12 FA3 or Styrofoam Brand Roofmate inch o.c. (every | Min. 1-inch base insulation 12-inch o.c BP-AA, SBS-AA more BP-AA, SBS- SBS-AA or APP- -52.5
HWH Teks 5, 6” ] v ’ other deck Coverboard: Min. 0.125-inch TremBoard AC - AA or APP-TA
Highload 60 or Plazamate TA
o.c. flange)
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech ) Ad.dltlo.nal Insulat.lon Laye_(_)r s): (Optional)
. LRFIA, 12-inch Min. 1-inch base insulation . BP-CA1, BP-
B, Grade 40 steel; CGF, Trisotech, Elevate ISOGARD GL, o.c. NG Coverboard: Min. 0.5-inch DensDeck Prime (Optional) One or AA SBS-CAL
5-31. 6 ft span; #12 Multi-Max FA3, Elevate ISOGARD cG, | O:&\€VerY =overboarg: in. ©.>-1 'ME | LRFIA BP-AA, SBS-AA | more BP-AA, SBS- ' ’ 60.0
” other deck SECUROCK Gypsum-Fiber Roof Board or SBS-AA or APP-
HWH Teks 5, 6 UltraMax or Styrofoam Brand . AA or APP-TA
oc Roofmate, Highload 60 or Plazamate flange) SECUROCK Cement Roof Board or min. TA
- ! 7/16-inch DEXcell Cement Roof Board
. . . . . Additional Insulation Layer(s): (Optional)
Min. 22 ga., type | Min. 2-inch Trisotech G, Trisotech LRFIA(BG), 12- | Min. L-inch base insulation ) BP-CAL, BP-
B, Grade 40 steel; CGF, Trisotech, H-Shield, Elevate B 1 0.cqbuer Coverboard: Min. 0.5-inch DensDeck Prime (Optional) One or AA SBS-CAL
5-32. 6 ft span; #12 ISOGARD GL, Elevate ISOGARD CG, ¢.every | Loverboarg: Vin. 0.>-1 'ME | LRFIA(BG) BP-AA, SBS-AA | more BP-AA, SBS- ' ’ 60.0
” other deck SECUROCK Gypsum-Fiber Roof Board or SBS-AA or APP-
HWH Teks 5, 6 UltraMax or Styrofoam Brand X AA or APP-TA
o.c Roofmate. Highload 60 or Plazamate flange) SECUROCK Cement Roof Board or min. TA
o - Mg 7/16-inch DEXcell Cement Roof Board
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck o P MDP
ac| ac|
No. (Note 1) Type Type Base PI Pl Cap PI (psf)
yp (Notes 6,7,8) yp (Notes 6,7,8) v Y PFly
. LREIA or Additional Insulation Layer(s): (Optional)
gmg' Zj gZa t\t/pel. LRFIA(BG), 12 Min. 1-inch base insulation Additional Layer(s): (Optional) One or BP-CA1, BP-
» 2rade 27 StEEL | Min. 2-inch Trisotech G, Trisotech | ’ Coverboard: Min. 1-inch MonoBoard LRFIA or LRFIA(BG) P AA, SBS-CA1, .
S-33. 6 ft span; #12 . K inch o.c. - . BP-AA, SBS-AA | more BP-AA, SBS- -60.0
" CGF, Trisotech or H-Shield Plus or Min. 2-inch TopRock DD Plus (no Coverboard: LRFIA or SBS-AA or
HWH Teks 5, 6 (every other } . - . AA or APP-TA
extrapolation permitted for ribbon LRFIA(BG), 6-inch o.c. APP-TA
o.c. deck flange)
attachment)
Min. 22 ga., type . . . .
B, Grade 80 steel; | M- 2-inch Trisotech G, Trisotech LRFIA or Min. 0.5-inch SECUROCK Gypsum-Fiber ! BP-CAL, BP-
CGF, Trisotech, Elevate ISOGARD GL, LRFIA(BG), 12- (Optional) One or
6 ft span; #12 . . Roof Board or SECUROCK Cement Roof LRFIA or LFRIA(BG), AA, SBS-CA1,
S-34. . Multi-Max FA3, Elevate ISOGARD CG, inch o.c. (every . . . BP-AA, SBS-AA more BP-AA, SBS- -75.0
HWH Teks 5 with Board or min. 7/16-inch DEXcell Cement 12-inch o.c. SBS-AA or APP-
” ” UltraMax or Styrofoam Brand other deck AA or APP-TA
%" washers, 6 X Roof Board TA
o.c Roofmate, Highload 60 or Plazamate flange)
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech . Aqdltlopal Insulatllon Layer(s): (Optional)
B, Grade 40 steel; . LRFIA, 12-inch Min. 1-inch base insulation X BP-CA1, BP-
6 ft span; two (2) CGF, Trisotech, Elevate ISOGARD GL, o.c. (ever C board: Min. 0.5-inch DensDeck Pri (Optional) One or AA SBS-CAL
5-35. pan; Multi-Max FA3, Elevate ISOGARD cG, | O \&VerY ~overovoard: Min. 9.0-inch Densueck Frime, |- pea 6-inch o.c. BP-AA, SBS-AA | more BP-AA, SBS- ' ’ 975
#12 HWH Teks 5 other deck SECUROCK Gypsum-Fiber Roof Board or SBS-AA or APP-
. ” UltraMax or Styrofoam Brand . AA or APP-TA
with %” washers, Roofmate. Highload 60 or Plazamate flange) SECUROCK Cement Roof Board or min. TA
6” o.c. » I8 7/16-inch DEXcell Cement Roof Board
in. 22 ga. Additi lation Layer(s): (Optional
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech d.dltlo.nal Insu at.lon ayer s): (Optional)
B, Grade 40 steel; . X LRFIA(BG), 12- Min. 1-inch base insulation . BP-CA1, BP-
6 ft span; two (2) CGF, Trisotech, H-Shield, Elevate inch o.c. (ever C board: Min. 0.5-inch DensDeck Pri (Optional) One or AA SBS-CAL
5-36. pan; ISOGARD GL, Elevate ISOGARD CG, -¢.every ) Loverboard: Min. 0.>-inch Densveck Frime, | ) ppia(BG), 6-inch o.c. | BP-AA, SBS-AA | more BP-AA, SBS- ' ' 975
#12 HWH Teks 5 other deck SECUROCK Gypsum-Fiber Roof Board or SBS-AA or APP-
. ” UltraMax or Styrofoam Brand . AA or APP-TA
with %” washers, Roofmate. Highload 60 or Plazamate flange) SECUROCK Cement Roof Board or min. TA
6” o.c. » I8 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type Min. 0.25-inch SECUROCK Gypsum- LRFIA or
B, Grade 40 steel; Fiber Roof Board, Min. 0.5-inch . BP-CA1, BP-
6 ft span; two (2) | DensDeck Prime or Min. 0.5-inch LRFIAIECIRSS (Optional) One or | ) “spe 0q
537, #12 HWH Teks5 | SECUROCK Cement Roof Board or L:‘t;z:’;éc(ﬁ"ery None N/A BP-AA, SBS-AA ;“:;’i ii':%SBS' ss-AAor APP- | 7
with %” washers, min. 7/16-inch DEXcell Cement Roof TA
” flange)
6” o.c. Board
Min. 22 ga., type ) ) . . LRFIA or
Min. 1.5-inch Trisotech G, Trisotech
B ; . B 12- Additi 11 lation L : (Opti |
 Grade 40steel; | o o otech, H-shield, Multi-Max | SR ABG), iditional Insulation Layer{s): (Optional) LRFIA or LFRIA(BG), (Optional) SBS-AA,
S-38. 6 ft span; #12 FA3 or Styrofoam Brand Roofmate inch o.c. (every | Min. 1-inch base insulation 12-inch o.c SBS-AA SBS-TA SBS-TA -52.5
HWH Teks 5, 6” . 4 4 other deck Coverboard: Min. 0.125-inch TremBoard AC -
Highload 60 or Plazamate E—
o.c. flange)
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech ) Aqd't'of'a' Insulatilon Layer(s): (Optional)
. LRFIA, 12-inch Min. 1-inch base insulation
B, Grade 40 steel; CGF, Trisatech, [gyate ISUSQEY o.c. (even Coverboard: Min. 0.5-inch DensDeck Prime (Optional) SBS-AA
5-39. 6 ft span; #12 Multi-Max FA3, Elevate ISOGARD cG, | O:&\€very ~overboarg: Min. ©.>-1 'ME 1 LRFIA SBS-AA P " | sBS-TA 60.0
” other deck SECUROCK Gypsum-Fiber Roof Board or SBS-TA
HWH Teks 5, 6 UltraMax or Styrofoam Brand .
o Roofmate. Highload 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
o » I 7/16-inch DEXcell Cement Roof Board
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck o P MDP
No. (Note 1) Type ac Type ac Base Ply Ply Cap Ply sf
(Notes 6,7,8) (Notes 6,7,8)
Additional Insulation L : (Optional
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech ’ ! |o'na nsy a.lon ayejﬂ (Optional)
. . LRFIA(BG), 12- Min. 1-inch base insulation
B, Grade 40 steel; CGF, Trisotech, H-Shield, Elevate inch o.c. (ever Coverboard: Min. 0.5-inch DensDeck Prim (Optional) SBS-AA,
$-40. 6 ft span; #12 ISOGARD GL, Elevate ISOGARD CG, -c.levery | Loverboarg: Min. 0.>-inch Densec € | LRFIA(BG) SBS-AA P " | sBS-TA -60.0
” other deck SECUROCK Gypsum-Fiber Roof Board or SBS-TA
HWH Teks 5, 6 UltraMax or Styrofoam Brand ¢
o Roofmate. Highload 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
< » I8 7/16-inch DEXcell Cement Roof Board
. LREIA or Additional Insulation Layer(s): (Optional)
g/“g' Zj gja t\t/pel. LRFIA(BG), 12 Min. 1-inch base insulation Additional Layer(s):
ca1 6‘ft Sraas_ #152 eel Min. 2-inch Trisotech G, Trisotech inch o.c ! Coverboard: Min. 1-inch MonoBoard LRFIA or LRFIA(BG) SBS-AA (Optional) SBS- SBS-TA -60.0*
’ HWHpTeI;s 5 6 CGF, Trisotech or H-Shield (ever .c>.ther Plus or Min. 2-inch TopRock DD Plus (no | Coverboard: LRFIA or AA, SBS-TA ’
’ v extrapolation permitted for ribbon LRFIA(BG), 6-inch o.c.
o.c. deck flange)
attachment)
Min. 22 ga., type . . . .
Min. 2-inch T hG, Tl h LRFIA
B, Grade 80 steel; in. Z-inch Trisotech G, Trisotec or Min. 0.5-inch SECUROCK Gypsum-Fiber
CGF, Trisotech, Elevate ISOGARD GL, LRFIA(BG), 12- .
6 ft span; #12 ) . Roof Board or SECUROCK Cement Roof LRFIA or LFRIA(BG), (Optional) SBS-AA,
S-42. R Multi-Max FA3, Elevate ISOGARD CG, inch o.c. (every . X . SBS-AA SBS-TA -75.0
HWH Teks 5 with Board or min. 7/16-inch DEXcell Cement 12-inch o.c. SBS-TA
%" washers, 6” UltraMax or Styrofoam Brand other deck Roof Board
oc ! Roofmate, Highload 60 or Plazamate flange)
in. : Additi lation Layer(s): (Optional
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech . d.dltlo.nal Insu at.lon ayer s): (Optional)
B, Grade 40 steel; . LRFIA, 12-inch Min. 1-inch base insulation
6 ft span; two (2) CGF, Trisotech, Elevate ISOGARD GL, o.c. (every Coverboard: Min. 0.5-inch DensDeck Prime (Optional) SBS-AA,
-43. ! Multi-Max FA3, Elevate ISOGARD CG, " - A N ! LRFIA, 6-inch o.c. BS-AA o BS-TA -97.
543 #12 HWH Teks 5 uiti=viax cvate other deck SECUROCK Gypsum-Fiber Roof Board or 6-inch o.c SBS SBS-TA SBS 975
. ” UltraMax or Styrofoam Brand )
with %” washers, Roofmate. Highload 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
6” o.c. » I8 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech Ad.dltlo.nal Insulat.lon Layer(sl: (Optional)
B, Grade 40 steel; X . LRFIA(BG), 12- Min. 1-inch base insulation
6 ft span; two (2) CGF, Trisotech, H-Shield, il inch o.c. (every | Coverboard: Min. 0.5-inch DensDeck Prime (Optional) SBS-AA
-44. ’ DGLE D & ~overboarg: Min. ©.>- z i " . -AA, . 97,
. #12 HWH Tekss | [SOGARD GL, Elevate ISOGARD CG, other deck SECUROCK Gypsum-Fiber Roof Board or LRFIA(BG), 6-incho.c. | SBS-AA SBS-TA SBS-TA 975
. ” UltraMax or Styrofoam Brand .
with %” washers, Roofmate. Highload 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
6” o.c. »Hig 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type Min. 0.25-inch SECUROCK Gypsum- LRFIA or
B, Grade 40 steel; Fiber Roof Board, Min. 0.5-inch LRFIA(BG), 12-
6 ft span; two (2) DensDeck Prime or Min. 0.5-inch . ! (Optional) SBS-AA,
545, #12 HWH Teks5 | SECUROCK Cement Roof Board or ::tch:’jéc(ﬁ"ery None N/A SBS-AA SBS-TA SBS-TA 975
with %” washers, min. 7/16-inch DEXcell Cement Roof
” flange)
6” o.c. Board
SEBS-APPLIED BASE PLY:
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NEmO | etc.e
TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck o P MDP
No. (Note 1) Type ac Type ac Base Ply Ply Cap Ply sf
(Notes 6,7,8) (Notes 6,7,8)
Min. 22 ga., type . . . . LRFIA or
Min. 1.5-inch Trisotech G, Trisotech . . .
; ! - Additional Insulation Layer(s): (Optional
B, Grade 40 steel; | (¢ Trisotech, H-Shield, Multi-Max | - A(8G) 12- | AdditionalInsulation Laver(s): (Optional) |\ geyn or 1pRiAGBG), | BP-SEBS o (Optional) BP-
S-46. 6 ft span; #12 FA3 or Styrofoam Brand Roofmate inch o.c. (every | Min. 1-inch base insulation 12-inch o.c SBS-SEBS SEBS. SBS-SEBS SBS-SEBS -52.5
HWH Teks 5, 6” ] v ’ other deck Coverboard: Min. 0.125-inch TremBoard AC "N !
Highload 60 or Plazamate -
o.c. flange)
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech ) Ad'dltlo.nal Insulat.lon Layei(gl: (Optional)
. LRFIA, 12-inch Min. 1-inch base insulation
B, Grade 40 steel; | CGF, Trisotech, Elevate ISOGARD GL, | | */ | - Coverboard: Min. 0.5-inch DensDeck Prim BP-SEBS or (Optional) BP-
s-47. | 6ftspan; #12 Multi-Max FA3, Elevate ISOGARD CG, | 2 t€verY Corerboara: Viin. A.5-inch ensueck Frime, 1 | rria P SBS-SEBS -60.0
” other deck SECUROCK Gypsum-Fiber Roof Board or SBS-SEBS SEBS, SBS-SEBS
HWH Teks 5, 6 UltraMax or Styrofoam Brand .
o Roofmate. Highload 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
< » I8 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech Ad-dltlo-nal Insulatllon Layer s): (Optional)
. . LRFIA(BG), 12- Min. 1-inch base insulation
B, Grade 40 steel; CGF, Trisotech, H-Shield, Elevate inch o.c. (ever Coverboard: Min. 0.5-inch DensDeck Prime BP-SEBS or (Optional) BP-
s-48. 6 ft span; #12 ISOGARD GL, Elevate ISOGARD CG, -c.levery | Loverboarg: Min. 0.>- " | LRFIA(BG) P SBS-SEBS -60.0
” other deck SECUROCK Gypsum-Fiber Roof Board or SBS-SEBS SEBS, SBS-SEBS
HWH Teks 5, 6 UltraMax or Styrofoam Brand .
o.c Roofmate. Highload 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
e - Hig 7/16-inch DEXcell Cement Roof Board
) LRFIA or Additional Insulation Layer(s): (Optional)
BM'g' 2; gz(‘)‘ tzpﬁ. LRFIA(BG), 12- Min. 1-inch base insulation Additional Layer(s):
.49 6,ft ;aa:- #152 el Min. 2-inch Trisotech G, Trisotech inch o.c ! Coverboard: Min. 1-inch MonoBoard LRFIA or LRFIA(BG) BP-SEBS or (Optional) BP- SBS-SEBS -60.0%
’ HWHpTeI;s 5 6 CGF, Trisotech or H-Shield (ever .o.ther Plus or Min. 2-inch TopRock DD Plus (no | Coverboard: LRFIA or | SBS-SEBS SEBS, SBS-SEBS ’
’ ¥ extrapolation permitted for ribbon LRFIA(BG), 6-inch o.c.
o.c. deck flange)
attachment)
Min. 22 ga., type . . . .
B, Grade 80 steel; 2/'(;2 ir'.zf,?emsgfsgtf| ST gé‘::;h& tﬁi::(gr(;) 1p. | Min. 0.5-inch SECUROCK Gypsum-Fiber
$-50 6 ft span; #12 Mul‘ti—Max FA3’ Elevate [SOGARD CG: inch o.c ((’aver Roof Board or SECUROCK Cement Roof LRFIA or LFRIA(BG), BP-SEBS or (Optional) BP- SBS-SEBS 75.0
: HWH Teks 5 with ! ! . Y | Board or min. 7/16-inch DEXcell Cement 12-inch o.c. SBS-SEBS SEBS, SBS-SEBS ’
%" washers. 6” UltraMax or Styrofoam Brand other deck Roof Board
oc ! Roofmate, Highload 60 or Plazamate flange)
Min. 22 ga., type LRFIA or
B, Grade 40 steel; LRFIA(BG), 12-
6 ft span; two (2) ) ) . ) ! BP-SEBS or (Optional) BP-
S-51. #12 HWH Teks 5 Min. 0.5-inch DensDeck Prime inch o.c. (every | None N/A SBS-SERS SEBS, SBS-SEBS SBS-SEBS -97.5
R ” other deck
with %” washers, flange)
6” o.c. g
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech . Aqd't'of'a' Insulatilon Layer(s): (Optional)
B, Grade 40 steel; . LRFIA, 12-inch Min. 1-inch base insulation
6 ft span; two (2) CGF, Trisotech, Riyate ISOS QRCld o.c. (every Coverboard: Min. 0.5-inch DensDeck Prime BP-SEBS or (Optional) BP-
S5 | g2 HwWHTekss | MultrMaxFA3, Elevate SOGARDCG, | oo\ gock SECUROCK Gypsum-Fiber Roof Board or LRFIA, E-inch o.c. SBS-SEBS SEBS, SBS-SEBS S85-5E85 97>
. ” UltraMax or Styrofoam Brand -
with %” washers, Roofmate. Highload 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
6” o.c. » I 7/16-inch DEXcell Cement Roof Board
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmO | etc.e

attachment)

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck o P MDP
No. (Note 1) Type ac Type ac Base Ply Ply Cap Ply sf
(Notes 6,7,8) (Notes 6,7,8)
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech Ad'dltlo'nal Insulatilon Layer(sl: (Optional)
B, Grade 40 steel; . . LRFIA(BG), 12- Min. 1-inch base insulation
6 ft span; two (2) CGF, Trisotech, H-Shield, Elevate inch o.c. (every | Coverboard: Min. 0.5-inch DensDeck Prime BP-SEBS or (Optional) BP-
$-53. #12 HWH Tekss | [SOGARD GL, Elevate ISOGARD CG, other deck SECUROCK Gypsum-Fiber Roof Board or LRFIA(BG), -inch o.c. | cpc cppg SEBS, SBS-SEBS SBS-SEBS 975
A ” UltraMax or Styrofoam Brand ¢
with %” washers, Roofmate. Highload 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
6” o.c. » I8 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type LRFIA or
B, Grade 40 steel; LRFIA(BG), 12-
6 ft span; two (2) Min. 0.25-inch SECUROCK Gypsum- . ! BP-SEBS or (Optional) BP-
5-54. #12 HWHTeks5 | Fiber Roof Board inch o.c. (every | None N/A SBS-SEBS SEBS, SBS-SEBS SBS-SEBS 1575
: ” other deck
with %” washers, flange)
6” o.c. e
5, Grade ad stee
6 ft span; two (2)’ Min. 0.5-inch SECUROCK Cement LRFIA(BG), 12- BP-SEBS or (Optional) BP-
S-55. #12 HWH Teks 5 Roof Board or min. 7/16-inch DEXcell inch o.c. (every | None N/A SBS-SEBS SEBS, SBS-SEBS SBS-SEBS -157.5
K ” Cement Roof Board other deck
with %” washers, flange)
6” o.c. e
TORCH-APPLIED BASE PLY:
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech ) Ad.dltlo.nal Insulat.lon Laye_r(gl: (Optional)
. LRFIA, 12-inch Min. 1-inch base insulation
B, Grade 40 steel; CGF, Trisotech, Elevate ISOGARD GL, o.c. (ever C board: Min. 0.5-inch DensDeck Pri (Optional) APP-TA APP-TA. SBS-
5-56. 6 ft span; #12 Multi-Max FA3, Elevate ISOGARD G, | O \VerY ~overuvoard: Vin. 9.0-inch Densveck Frime, | - peja APP-TA, SBS-TA P g d -60.0
” other deck SECUROCK Gypsum-Fiber Roof Board or SBS-TA TA
HWH Teks 5, 6 UltraMax or Styrofoam Brand .
o Roofmate, Highload 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
o ! 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech Ad.d|t|o.nal Insulat.lon Laye_r(gl: (Optional)
. . LRFIA(BG), 12- Min. 1-inch base insulation
B, Grade 40 steel; CGF, Trisotech, H-Shield 4QENAGQ inch o.c. (eve Coverboard: Min. 0.5-inch DensDeck Prime (Optional) APP-TA APP-TA, SBS-
s-57. 6 ft span; #12 ISOGARD GL, Elevate ISOGARD CG, -c.levery | Loverboard: Min. 0.>-1 'Me | LRFIA(BG) APP-TA, SBS-TA | 2P g g -60.0
” other deck SECUROCK Gypsum-Fiber Roof Board or SBS-TA TA
HWH Teks 5, 6 UltraMax or Styrofoam Brand X
o.c Roofmate. Highload 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
o - Hig 7/16-inch DEXcell Cement Roof Board
. Wk or Additional Insulation Layer(s): (Optional)
BM'g' 25 gz(‘)‘ t\t/pel LRFIA(BG), 12 Min. 1-inch base insulation Additional Layer(s):
rade 40 steel; -
’ ! Min. 2-inch Trisotech G, Trisotech ) ! : Min. 1-i B LRFIA or LRFIA(BG .
5-58. 6 ft span; #12 , > inch o.c. Coverboard: Min. 1-inch MonoBoard (BG) | spsra (Optional) SBS-TA | SBS-TA -60.0*
HWH Teks 5, 6” CGF, Trisotech or H-Shield (every other Plus or Min. 2-inch TopRock DD Plus (no Coverboard: LRFIA or
o deck flange) extrapolation permitted for ribbon LRFIA(BG), 6-inch o.c.
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TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck o P MDP
No. (Note 1) Type ac Type ac Base Ply Ply Cap Ply sf
(Notes 6,7,8) (Notes 6,7,8)
Min. 22 ga., type . . . .
B, Grade 80 steel; CM(":E '?’rlirs]cc)?ezﬂsgt\fgtgl;—géoAt:[c)hGL tgi:ﬁ(cé;) 13- Min. 0.5-inch SECUROCK Gypsum-Fiber
6 ft span; #12 " ! i ) ! Roof Board or SECUROCK Cement Roof LRFIA or LFRIA(BG), (Optional) APP-TA, | APP-TA, SBS-
S-59. . Multi-Max FA3, Elevate ISOGARD CG, inch o.c. (every . . . APP-TA, SBS-TA -75.0
HWH Teks 5 with Board or min. 7/16-inch DEXcell Cement 12-inch o.c. SBS-TA TA
%" washers, 6” UltraMax or Styrofoam Brand other deck Roof Board
oc ! Roofmate, Highload 60 or Plazamate flange)
Min. 22 ga., type LRFIA or
B, Grade 40 steel;
6 ft span; two (2) LRFIA(BG), 12-
S-60. pan; Min. 0.5-inch DensDeck Prime inch o.c. (every | None N/A APP-TA (Optional) APP-TA APP-TA -97.5
#12 HWH Teks 5
; ” other deck
with %” washers, flange)
6” o.c. g
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech . Ad-d|t|o-r1al Insulat'lon Layer(sl: (Optional)
B, Grade 40 steel; CGF. Trisotech. Elevate ISOGARD GL LRFIA, 12-inch Min. 1-inch base insulation
6 ft span; two (2) " ‘ ! o.c. (every Coverboard: Min. 0.5-inch DensDeck Prime, ) (Optional) APP-TA, | APP-TA, SBS-
-61. Multi-Max FA3, El ISOGARD ~Overvoard ’ g c 5 . 97,
>61 #12 HWH Teks 5 ulti-Max FA3, Elevate ISOGARD CG, | 5yper geck SECUROCK Gypsum-Fiber Roof Board or LRFIA, E-inch o.c APPTASBSTA | spsTa TA 37>
. ” UltraMax or Styrofoam Brand .
with %” washers, Roofmate. Highload 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
6” o.c. - Hig 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech Ac!dltlorlal Insulatilon Layeris[: (Optional)
B, Grade 40 steel; CGF. Trisotech. H-Shield. Elevate LRFIA(BG), 12- Min. 1-inch base insulation
6 ft span; two (2) ! ! ! inch o.c. (every | Coverboard: Min. 0.5-inch DensDeck Prime . (Optional) APP-TA, | APP-TA, SBS-
-62. ISOGARD GL, Elevate ISOGARD CG, P . ! LRFIA(BG), 6-inch o.c. APP-TA, SBS-TA -97.
6 #12 HWH Teks 5 evate other deck SECUROCK Gypsum-Fiber Roof Board or (BG), 6-inch o.c SBS SBS-TA TA 975
. ” UltraMax or Styrofoam Brand .
with %” washers, Roofmate. Highload 60 or Plazamate flange) SECUROCK Cement Roof Board or min.
6” o.c. - Hig 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type LRFIA or
B, Grade 40 steel;
6 ft span; two (2) LRFIA(BG), 12-
S-63. pan; Min. 0.5-inch DensDeck Prime inch o.c. (every | None N/A SBS-TA (Optional) SBS-TA SBS-TA -112.5
#12 HWH Teks 5
: ” other deck
with %” washers, flange)
6” o.c. g
5, Grade 40 seel LREIA o
’ | ’ . . LRFIA(BG), 12- POWERply
S-64. 6 ftspan; two (2) | Min. 0.25-inch SECUROCK Gypsum inch o.c. (every | None N/A Standard (Optional) SBS-TA | SBS-TA 1575
#12 HWH Teks 5 Fiber Roof Board
. ” other deck Smooth HW
with %” washers,
6" oc flange)

ONEMO ETC, LLC

Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ
Tremco Modified Bitumen Roof Systems; (800) 562-2728

TOP OF APPENDIX

PEER-TRM-006.B.R19 for FL20325-R21 (HVHZ)

Revision 19: 12/12/2025
Appendix 1, Page 36 of 135




Nemo | etc.e

TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck o P MDP
ac| ac|
No. (Note 1) Type Type Base PI Pl Cap PI (psf)
yp (Notes 6,7,8) yp (Notes 6,7,8) v Y PFly
B, Grade a0 steeh LRFIA or
GIft span: two (2)’ Min. 0.5-inch SECUROCK Cement LRFIA(BG), 12-
S-65. pan; Roof Board or min. 7/16-inch DEXcell inch o.c. (every | None N/A APP-TA (Optional) APP-TA APP-TA -157.5
#12 HWH Teks 5
. ” Cement Roof Board other deck
with %” washers, flange)
6” o.c. e
B, Grade a6 sveeh LRFIA or
G‘ft span: two (2)' Min. 0.5-inch SECUROCK Cement LRFIA(BG), 12-
S-66. pan; Roof Board or min. 7/16-inch DEXcell inch o.c. (every | None N/A SBS-TA (Optional) SBS-TA SBS-TA -157.5
#12 HWH Teks 5
. ” Cement Roof Board other deck
with %” washers,
6" o.c flange)

TABLE 2B: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE A-3: BONDED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER

Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck . Vap?r ] MDP
No (Note 1) T Attach Primer Barrier T AEEE Base Pl Pl Cap PI sf
: ype ac (Note 15) ype (Notes 6,7,8) ase Fly v ap FlY
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 0.25-inch Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., SECUROCK Gypsum- LRFIA or Trisotech G, Trisotech CGF, EnergyGuard )
type B, Grade E/lll?eré{gqf B:ard or LRFIA(BG), (Optional) Base Pl Polyiso Insulation, Trisotech, H-Shield, LRFIA or BP-CAG (OOptlonaI) gsg:é’
In. 0.5-InC . ptiona y: " - or ne or more | ,
-67. ; g .C. El D GL, - FA3, E -52.
S-67 40 steel; 6 ft SECURQCK Cement 12-inch o.c ASTMIDA1 SBS-TA evate ISOGARD GL, Multi-Max FA3, Elevate LRFIA(BG) SBS-CAG BP-CAG or SBS-CA1 or 52.5
span; #12 HWH . (every other ISOGARD CG, UltraMax or Styrofoam Brand
Teks 5. 6” o.c Roof Board or min. deck flange) E iehload | SBS-CA6 SBS-CA6
, .C. 7/16-inch DEXcell g Roofmate, Highload 60 or Plazamate
Cement Roof Board Coverboard: Min. 0.125-inch TremBoard AC
Insulation Layer(s): One or more, min. 1-inch
T AVC Trisotech G, Trisotech CGF, EnergyGuard
Min. 22 ga., Min. 0.5-inch LRFIA or Ni:;‘f’ane Polyiso Insulation, Trisotech, H-Shield, Elevate (Optional) Bp-CAL
type B, Grade DensDeck, DensDeck LRFIA(BG), 6- . ISOGARD GL, Multi-Max FA3, Elevate ISOGARD pti ’
i . Primer or Tremco AVC LRFIA or BP-CA6 or One or more BP-CA6,
S-68. 40 steel; 6 ft Prime or SECUROCK inch o.c. CG, UltraMax or Styrofoam Brand Roofmate, -52.5
" Tremco AVC Max ) LRFIA(BG) SBS-CA6 BP-CA6 or SBS-CA1l or
span; #12 HWH | Gypsum-Fiber Roof (every deck Membrane Highload 60 or Plazamate SBS-CAE SBS-CAE
Teks 5, 6” o.c. Board flange) Primer (WB) Coverboard: Min. 0.125-inch TremBoard AC or
min. 0.5-inch SECUROCK Gypsum-Fiber Roof
Board
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TABLE 2B: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE A-3: BONDED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER

NEmO | etc.e

Thermal Barrier Vapor Insulation Layer(s) Roof Cover (Note 15)
syr\sltoem (lxlljt:::kl[ T Attach Primer Barrier T GHLEL Base PI Pl Cap PI MI:fP
. e ac e ase al
P (Note 15) P (Notes 6,7,8) & o Py
Min. 0.25-inch Insulation Layer(s): One or more, min. 1-inch
Min. 22 SECUROCK Gypsum- LRFIA Trisotech G, Trisotech CGF, EnergyGuard
) |r;. 2 Gg:;.ae Fiber Roof Board or LRFIA(ng) Polyiso Insulation, Trisotech, H-Shield, (Optional) BP-CA1,
s 4{)pste<‘el~ 6 ft Min. 0.5-inch 12-inch o ’c (Optional) Base Ply: Elevate ISOGARD GL, Multi-Max FA3, Elevate | LRFIA or BP-CA6 or | One or more BP-CAG6, 675
’ span: #1’2 Hwy | SECUROCK Cement (ever otr-me-r ASTM D41 SBS-TA ISOGARD CG, UltraMax or Styrofoam Brand LRFIA(BG) SBS-CA6 BP-CA6 or SBS-CA1 or ’
TZ w s | Roof Board or min. P ‘f’lange) Roofmate, Highload 60 or Plazamate SBS-CA6 SBS-CA6
' 7/16-inch DEXcell Coverboard: Min. 0.5-inch SECUROCK
Cement Roof Board Gypsum-Fiber Roof Board
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 0.25-inch Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., iicuioc:‘(;yp;um_ LRFIA or Trisotech G, Trisotech CGF, EnergyGuard ootional
type B, Grade |‘er 00, oard or LRFIA(BG Base Ply: Polyiso Insulation, Trisotech, H-Shield, (Optional)
ype B, Min. 0.5-inch (BG), ¥ LRFIA or BP-CAS5 or One or more BP-CAS or
S-70. 40 steel; 6 ft SECl.JR.OCK Cement 12-inch o.c. None BP-CAS or Elevate ISOGARD GL, Multi-Max FA3, Elevate LRFIA(BG) SBS-CAS BP-CAS or SBS.CAS -52.5
span; #12 HWH Roof Board or min (every other SBS-CA5 ISOGARD CG, UltraMax or Styrofoam Brand SBS-CAS
Teks 5,6” o.c. 7/16-inch DEXcell ' deck flange) Roofmate, Highload 60 or Plazamate
Cement Roof Board Coverboard: Min. 0.125-inch TremBoard AC
Min. 0.25-inch Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga., lS:ﬁ:ZUF;OCfKBGypzum- LRFIA or Trisotech G, Trisotech CGF, EnergyGuard ootional
type B, Grade Nll,ero go, :ar or LRFIA(BG), Optional B Plv: Polyiso Insulation, Trisotech, H-Shield, LRFIA BP-CAS (O ptional) BP-CAS
s-71. 40 steel; 6 ft n. J>ne 12-incho.c. | (Optional ase My Elevate ISOGARD GL, Multi-Max FA3, Elevate or RS or | Yne or more SO 55
SECUROCK Cement ASTM D41 SBS-TA LRFIA(BG) SBS-CAS BP-CAS or SBS-CA5
span; #12 HWH Roof Board or min (every other ISOGARD CG, UltraMax or Styrofoam Brand SBS-CAS
Teks 5, 6” o.c. 7/16-inch DEXcell ' deck flange) Roofmate, Highload 60 or Plazamate
Cement Roof Board Coverboard: Min. 0.125-inch TremBoard AC
Insulation Layer(s): One or more, min. 1-inch
T AVC Trisotech G, Trisotech CGF, EnergyGuard
Min. 22 ga., Min. 0.5-inch LRFIA or erz:(l:)c:ane Polyiso Insulation, Trisotech, H-Shield, Elevate (Optional)
type B, Grade DensDeck, DensDeck LRFIA(BG), 6- Pri T AVC ISOGARD GL, Multi-Max FA3, Elevate ISOGARD LRFIA or BP-CAS o P BP-CAS
S-72. 40 steel; 6 ft Prime or SECUROCK inch o.c. T:IequCLOI:VC eremco CG, UltraMax or Styrofoam Brand Roofmate, LRFIA(BG SB%—CASor B:j:f\rsrgu?re SB;-CAsor -52.5
span; #12 HWH | Gypsum-Fiber Roof (every deck ax Highload 60 or Plazamate (BG)
\ Membrane . . SBS-CAS
Teks 5, 6” o.c. Board flange) Primer (WB) Coverboard: Min. 0.125-inch TremBoard AC or
min. 0.5-inch SECUROCK Gypsum-Fiber Roof
Board
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TABLE 2B: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE A-3: BONDED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER

NEmO | etc.e

Thermal Barrier Vapor Insulation Layer(s) Roof Cover (Note 15)
SV:Itoem (r:::kl[ T Attach Primer Barrier T GHLEL Base PI Pl Cap PI MI:fP
. e ac e ase al
yp (Note 15) yp (Notes 6,7,8) Y Y Pl
Min. 0.25-inch Insulation Layer(s): One or more, min. 1-inch
2 SECUROCK Gypsum- Trisotech G, Trisotech CGF, EnergyGuard
lVIln. B Gga'a Fiber Roof Board or tﬁi:: ng Base Pl Polyiso Insulation, Trisotech, H-Shield, (Optional)
oo 4\E)p§te<‘al' ;afte Min. 0.5-inch 12-inc(h 0);: None B?ngsyt;r Elevate ISOGARD GL, Multi-Max FA3, Elevate | LRFIA or BP-CA5or | Oneormore | BP-CASor 675
’ span; #1’2 HWH SECUROCK Cement (every otr-me-r SBS-CAS ISOGARD CG, UltraMax or Styrofoam Brand LRFIA(BG) SBS-CA5 BP-CA5 or SBS-CA5 ’
Teksls 6" o.c Roof Board or min. deck flange) Roofmate, Highload 60 or Plazamate SBS-CAS
' 7/16-inch DEXcell Coverboard: Min. 0.5-inch SECUROCK
Cement Roof Board Gypsum-Fiber Roof Board
Min. 0.25-inch Insulation Layer(s): One or more, min. 1-inch
) SECUROCK Gypsum- Trisotech G, Trisotech CGF, EnergyGuard
Min. ;ZGga-::I Fiber Roof Board or ::E:Z:: ng Polyiso Insulation, Trisotech, H-Shield, (Optional)
s7a %";eél. ;afte Min. 0.5-inch 12_inc<h 0)'c (Optional) Base Ply: Elevate ISOGARD GL, Multi-Max FA3, Elevate | LRFIA or BP-CASor | Oneormore | BP-CAS or 75
’ span; #1’2 HWH SECUROCK Cement (every otr-me-r ASTM D41 SBS-TA ISOGARD CG, UltraMax or Styrofoam Brand LRFIA(BG) SBS-CA5 BP-CAS or SBS-CA5 ’
Teksls 6" o.c Roof Board or min. deck flange) Roofmate, Highload 60 or Plazamate SBS-CAS
' 7/16-inch DEXcell Coverboard: Min. 0.5-inch SECUROCK
Cement Roof Board Gypsum-Fiber Roof Board
TORCH-APPLIED BASE PLY:
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, Trisotech,
Min. 22 ga., Min. 0.5-inch LRFIA or Tremeo Q@ TISOLEOEgK ' 1's0tec risotech,
¢ B Grad DensDeck DensDeck LRFIA(BG). 6 Membrane EnergyGuard Polyiso Insulation, H-Shield,
ype B, Grade ensbeck, bensbec LRFIA(BG), 6- | ot eror Tremco AVC | Elevate ISOGARD GL, Multi-Max FA3, Elevate LRFIA or (Optional)
S-75 40 steel; 6 ft Prime or SECUROCK inch o.c SBS-TA SBS-TA -52.5
’ span: #1’2 HWH | Gvosum-Fiber Roof (ever .d-eck Tremco AVC Max ISOGARD CG or UltraMax LRFIA(BG) SBS-TA ’
pan; N P ¥ Membrane Coverboard: Min. 0.5-inch DEXcell FA Glass
Teks 5, 6” o.c. Board flange) X ——— )
Primer (WB) Mat Roof Board or SECUROCK Gypsum-Fiber
Roof Board
Min. 0.25-inch Insulation Layer(s): One or more, min. 1-inch
. SECUROCK Gypsum- Trisotech G, Trisotech CGF, EnergyGuard
Min. 22 ga., Fiber Roof Board or LRFIA or Polyiso Insulation, Trisotech, H-Shield,
type B, Grade . . LRFIA(BG), Base Ply: . .
. 40 steel: 6 ft Min. 0.5-inch 12-inch N B cAs Elevate ISOGARD GL, Multi-Max FA3, Elevate | LRFIA or SBS-TA (Optional) SBS-TA 67.5
: stees SECUROCK Cement -inch o.c. one 0T | ISOGARD CG, UltraMax LRFIA(BG) " SBS-TA ” o7
span; #12 HWH . (every other SBS-CAS . .
Teks 5. 6 o.c. Roof ?oard or min. deck flange) Coverboard: Min. 0.5-inch DEXcell FA Glass
7/16-inch DEXcell Mat Roof Board or SECUROCK Gypsum-Fiber
Cement Roof Board Roof Board
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ PEER-TRM-006.B.R19 for FL20325-R21 (HVHZ)
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TABLE 2B: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE A-3: BONDED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER

Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck Primer I.\’,Iaarpr;)err e Attach =
No. (Note 1) Type Attach Type ac Base Pl PI Cap PI sf
P (Note 15) P (Notes 6,7,8) & o Py
Min. 0.25-inch Insulation Layer(s): One or more, min. 1-inch
. SECUROCK Gypsum- Trisotech G, Trisotech CGF, EnergyGuard
lVIln. énga'a Fiber Roof Board or t;ﬁ:: ng Polyiso Insulation, Trisotech, H-Shield,
o7 %";eél. ;afte Min. 0.5-inch 12_inc(h 0)’c (Optional) Base Ply: Elevate ISOGARD GL, Multi-Max FA3, Elevate | LRFIA or .. N (Optional) SBSTA 75
’ ! SECUROCK Cement " ASTM D41 SBS-TA ISOGARD CG, UltraMax LRFIA(BG) SBS-TA ’
span; #12 HWH - (every other . \
Teks 5. 6” o.c. Roof anfd or min. deck flange) Coverboard: Min. 0.5-inch DEXcell FA Glass
7/16-inch DEXcell Mat Roof Board or SECUROCK Gypsum-Fiber
Cement Roof Board Roof Board

TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER
Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fastener Attach Attach MpP
No. (Note 1) Type Note 11 T Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 1.5-inch Insulation, Trisotec.h, Trisotech, H-Shield, Elevate
Min. 22 ga., type Trisotech G, ISOGARD GL, Multi-Max FA3, Elevate ISOG.ARD CG, .
B, Gr‘ade 33 stegl EnergyGuard 1per 2.0 UltraMax or Styrofoam Brand Roofmate, Highload 60 or LRFIA or BP-CA1 or (Optional) One BP-CA1 or
S-78. or min. 2,500 psi Polyiso Insulation Note 2 fe2 Plazamate LRFIA(BG) SBS-CA1 or more BP- SBS-CAL -45.0*
structural H-Shield. Elevate ! Coverboard: Min. 0.5-inch Structodek HD with Primed Red CA1 or SBS-CA1
concrete ISOGARIS GL Coating, min. 0.25-inch DensDeck Prime, DEXcell FA Glass
Mat Roof Board, SECUROCK Gypsum-Fiber Roof Board or
min. 0.5-inch SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, Trisotech G, Trisotech CGF, Trisotech, Elevate ISOGARD
Grade 40 steel; 6 ft . . CG or Styrofoam Brand Roofmate, Highload 60 or LREIA or (Optional) One
579, span; #12 HWH Min. 2-inch Note 2 1per2.0 Plazamate LRFIA(BG), 6-inch BP-CAl or or more BP- BP-CAl or 525
Teks 5, 6” o.c. or Trisotech G — ft2 Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA ! SBS-CA1 SBS-CA1
min. 2,500 psi Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof o CAL or SBS-CAL
structural concrete Board or min. 0.5-inch SECUROCK Cement Roof Board or
min. 7/16-inch DEXcell Cement Roof Board
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY A

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fast Attach Attach MDP
astener ac ac
No. (Note 1) Type Type Base PI Pl Cap PI sf
yP (Note 11) (Note 17) yp (Notes 6,7,8) v v Y (psf)
M_m' Z-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Elevate N " . V.
Min. 22 ga., type B, ISOGARD GL Trisotech G, Trisotech CGF, EnergyGuard Polyiso Additional
Grade 40 steel; 6 ft Elevat ISOGlARD Tremco #14 HD Insulation, Trisotech, H-Shield, Elevate ISOGARD GL, Layer(s): LRFIA or (Optional) One
<50 span; #12 HWH c g iAim-Max Faz | Fastenerwith 1per2.0 | Multi-Max FA3, Elevate ISOGARD CG, UltraMax or LRFIA(BG) BP-CAL or orfmre oo BP-CAL or .
. Teks 5, 6” o.c. or Ultlra-Max or ! Tremco 3” Metal ft2 Styrofoam Brand Roofmate, Highload 60 or Plazamate Coverboard: LRFIA | SBS-CAl CA1 or SBS-CA1 SBS-CA1 :
min. 2,500 psi Styrofoam Brand Insulation Plate Coverboard: Min. 1-inch MonoBoard Plus or Min. 2-inch or LRFIA(BG), 6-
structural concrete v ) TopRock DD Plus (no extrapolation permitted for ribbon inch o.c.
Roofmate, Highload ttachment)
60 or Plazamate attachme
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 1.5-inch Insulation, Trisotech, H-Shield, Elevate ISOGARD GL,
Min. 22 ga., type T Multi-Max FA3, Elevate ISOGARD CG, UltraMax or (Optional) One
Trisotech G, R BP-CA1, BP-
B, Grade 33 steel EneravGuard 1 per 2.0 Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA or BP-CA6 or or more BP- CAG. SBS-
s-81. or min. 2,500 psi 8y ! Note 2 Per 251 Coverboard: Min. 0.125-inch TremBoard AC, min. 0.5- CAL, BP-CA6, g -45.0%
Polyiso Insulation, - ft2 v .. W . A . . LRFIA(BG) SBS-CA6 CA1 or SBS-
structural H-Shield. Elevate inch Structodek HD with Primed Red Coating, min. 0.25- SBS-CA1 or chr6
concrete ISOGARIS GL inch DensDeck Prime, DEXcell FA Glass Mat Roof Board, SBS-CA6
SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch
SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, Trisotech G, Trisotech CGF, Trisotech, Elevate ISOGARD (Optional) O
Grade 40 steel: 6 ft CG or Styrofoam Brand Roofmate, Highload 60 or ptiona’) &ne BP-CA1, BP-
span; #12 HWH Min. 2-inch 1per2.0 | Plazamate LRFIA or BP-CAGor | OfMoreBP- CA6, SBS
-82. ' - ‘ LRFIA(BG), 6-inch - A1, BP-CA epdt 52,
8 Teks 5, 6 o.c. or Trisotech G Note 2 ft2 Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA | (BG), brinch | g cag ng-’c N 1(;6’ CA1 or SBS- 525
min. 2,500 psi Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof - SBS-CAG CA6
structural concrete Board or min. 0.5-inch SECUROCK Cement Roof Board or
min. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type B, (Optional)
Grade 40 steel; 6 ft o Additional Insulation Layer(s): (Optional) Min. 1-inch LRFIA or One or more BP-CAL BP-
span; #12 HWH Min. 2-inch 1per2.0 . N BP-CAG6 or CA6, SBS-
S-83. ” . Note 2 base insulation LFRIA(BG), 12- BP-CA1, BP- -52.5
Teks 5, 6” o.c. or Trisotech G G ft2 . . . SBS-CA6 CA1 or SBS-
min. 2,500 psi Coverboard: Min. 0.125-inch TremBoard AC incho.c. CA6, SBS-CA1 CAG
structural concrete or SBS-CA6
Min. 22 ga., type B, Min. 0.5-inch opti
Optional) One
Grade 40 steel; 6 ft SECUROCK 1 per 2.0 . . . LRFIA or BP-CAS or BP-CAS or
-84. ’ Y Note 2 .0.5- BP- -52.
S-84 span; #12 HWH Gypsum-Fiber Roof ote f2 Min. 0.5-inch SECUROCK Gypsum Fiber Roof Board LRFIA(BG) SBS-CAS or more BP SBS-CAS 52.5
1 CAS or SBS-CAS
Teks 5, 6” o.c. Board
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY A

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmO | etc.e

. B, Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15) MDP
ystem ec —_
Fastener Attach Attach
No. Note 1 Type Type Base PI Pl Cap PI sf
etz 1} yp (Note 11) (Note 17) o (Notes 6,7,8) v v Pl
. . Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 2-inch ’ - ;
Trisotech G. Elevate Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., type B, ISOGARD Gi_ Insulation, Trisotech, H-Shield, Elevate ISOGARD GL, Additional (Optional) One
Grade 40 steel at 6 ! . Multi-Max FA3, Elevate ISOGARD CG, UltraMax or Layer(s): LRFIA or P BP-CA1, BP-
Elevate ISOGARD Tremco #14 HD with R or more BP-
.85 ft spans; #12 HWH CG. Multi-Max FA3 Tremco 3” Metal 1per2.0 | Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG) BP-CA6 or CA1L BP-CAG CA®6, SBS- -60.0
: Teks 5, 6” o.c. or UIt’ra-Max or ! Insulation Plate ft2 Coverboard: Min. 0.5-inch Structodek HD with Primed Red | Coverboard: LRFIA | SBS-CA6 SBS-’CAl or ’ CA1 or SBS- :
min. 2,500 psi Styrofoam Brand Coating, DensDeck Prime, DEXcell FA Glass Mat Roof or LRFIA(BG), 6- SBS-CAG CA6
structural concrete R(Zofmate Highload Board, SECUROCK Gypsum-Fiber Roof Board or SECUROCK | inch o.c.
» NI Cement Roof Board or min. 7/16-inch DEXcell Cement
60 or Plazamate
Roof Board
M,m' Z-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Elevate N - K -
Min. 22 ga., type B, ISOGARD GL Trisotech G, Trisotech CGF, EnergyGuard Polyiso Additional (Optional) One
Grade 40 steel at 6 ! . Insulation, Trisotech, H-Shield, Elevate ISOGARD GL, Layer(s): LRFIA or BP-CA1, BP-
Elevate ISOGARD Tremco #14 HD with X or more BP-
536 ft spans; #12 HWH CG. Multi-Max FA3 Tremco 3” Metal 1per2.0 | Multi-Max FA3, Elevate ISOGARD CG, UltraMax or LRFIA(BG) BP-CA6 or CAL BP-CAG CA6, SBS- -60.0*
: Teks 5, 6” o.c. or UIt’ra Max or ! Insulation Plate ft2 Styrofoam Brand Roofmate, Highload 60 or Plazamate Coverboard: LRFIA | SBS-CA6 SBS ,CA1 or ! CA1 or SBS- :
min. 2,500 psi Styrofoam Brand Coverboard: Min. 1-inch MonoBoard Plus or Min. 2-inch or LRFIA(BG), 6- SBS-CAG CA6
structural concrete v ) TopRock DD Plus (no extrapolation permitted for ribbon inch o.c.
Roofmate, Highload ttachment)
60 or Plazamate S e
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, Trisotech G, Trisotech CGF, Trisotech, Elevate ISOGARD
. B fi Highl - -
Grade 33 steel; 6 ft ) _ CG or Styrofoam Brand Roofmate, Highload 60 or LRFIA or (Optional) One BP-CA1, BP
587 span; #12 HWH Min. 2-inch Note 2 1 per 1.0 Plazamate LRFIA(BG), 6-inch BP-CA6 or or more BP- CA®6, SBS- 675
. Teks 5, 6” o.c. or Trisotech G - ft2 Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA oc ! SBS-CA6 CA6 or SBS-CA6 CA1 or SBS- :
min. 2,500 psi Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof h CA6
structural concrete Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Dekfast DF-#15-PH3
\;ll'_crf:eanl;f)a;tlzll.'(l;—R— Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga. type B, | puio 5linch X’HD Fastener with Trisotech G, Trisotech CGF, Trisotech, Elevate ISOGARD
Grade 80 steel at 6 o . - CG or Styrofoam Brand Roofmate, Highload 60 or LRFIA or (Optional) One
Trisotech G, Tremco 3-in. Ribbed 1perl.0 . BP-CA6 or BP-CA6 or
S-88. ft spans; #12 HWH Trisotech CGF or Galvalume Plate f2 Plazamate LRFIA(BG), 6-inch SBS-CAG or more BP- SBS-CAG -97.5
Teks 5 with %-inch Trisotech Tremco #15 EHD’ Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK o.c. CA6 or SBS-CA6
washers, 6” o.c. . " Gypsum-Fiber Roof Board or SECUROCK Cement Roof
with Tremco 3 _ .
X Board or min. 7/16-inch DEXcell Cement Roof Board
Metal Insulation
Plate

ONEMO ETC, LLC

Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ
Tremco Modified Bitumen Roof Systems; (800) 562-2728

TOP OF APPENDIX

PEER-TRM-006.B.R19 for FL20325-R21 (HVHZ)
Revision 19: 12/12/2025
Appendix 1, Page 42 of 135




TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER
ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

SYSTEM TYPE B-1: MECHANICALLY A

NEmO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fast Attach Attach MDP
astener ac ac
No. Note 1 Type Type Base PI Pl Cap PI sf
etz 1} yp (Note 11) (Note 17) o (Notes 6,7,8) v v Pl
. . Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 2-inch ’ - ;
Trisotech G. Elevate Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., type B, ISOGARD Gi_ Insulation, Trisotech, H-Shield, Elevate ISOGARD GL, (Optional) One
Grade 40 steel at 6 ! . Multi-Max FA3, Elevate ISOGARD CG, UltraMax or P BP-CA1, BP-
Elevate ISOGARD Tremco #14 HD with R or more BP-
589 ft spans; #12 HWH CG. Multi-Max FA3 Tremco 3” Metal 1per2.0 | Styrofoam Brand Roofmate, Highload 60 or Plazamate Hot asphalt BP-CA6 or CA1L BP-CAG CA6, SBS- 60.0
’ Teks 5, 6” o.c. or ! ! ) ft2 Coverboard: Min. 0.5-inch Structodek HD with Primed Red s SBS-CA6 ! ! CA1 or SBS- ’
. - Ultra-Max or Insulation Plate " . SBS-CA1 or
min. 2,500 psi Styrofoam Brand Coating, DensDeck Prime, DEXcell FA Glass Mat Roof SBS-CAG CA6
structural concrete Y ) Board, SECUROCK Gypsum-Fiber Roof Board or SECUROCK
Roofmate, Highload . R
Cement Roof Board or min. 7/16-inch DEXcell Cement
60 or Plazamate
Roof Board
Min. 22 ga., type B, Min. 2-inch T H#14 H
Grade 33 steel; 6ft | Trisotech G, Druetms\?ith Trer:ac\cl)y3 (Optional) One BP-CAL, BP-
590 span; #12 HWH EnergyGuard in galvalume Steel 1 per Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat Hot asphalt BP-CA6 or orrr)nore BP- CA®6, SBS- 75.0
. Teks 5, 6” o.c. or Polyiso Insulation, ) L 1.45 ft? Roof Board or SECUROCK Gypsum-Fiber Roof Board P SBS-CA6 CA1 or SBS- :
4 - ) Plate or 3 in. Ribbed CAG6 or SBS-CA6
min. 2,500 psi H-Shield, Elevate Galval | CA6
structural concrete ISOGARD GL alvalume Plate
Min. 22 ga., type B, Min. 2-inch
Grade 33 steel; 6 ft | Trisotech G, Elevate . . BP-CA1, BP-
so1 span; #12 HWH ISOGARD GL, Multi- 1[:222 g}‘:\/li?a‘l"”th 1per | Min.0.25-inch DensDeck Prime, DEXcell FA Glass Mat Hot asohalt BP-CA6 or f)?‘::;’;agpc_)"e CA6, SBS- 50
. Teks 5, 6” o.c. or Max FA3, Elevate Insulation Plat 1.45 ft2 Roof Board or SECUROCK Gypsum-Fiber Roof Board P SBS-CA6 CAG or SBS-CAG CA1 or SBS- :
min. 2,500 psi ISOGARD CG, Ultra- | waronFate or CA6
structural concrete Max
POWERPLY ENDURE BIO ADHESIVE TF ADHESIVE APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 1.5-inch Insulation, Trisotech, H-Shield, Elevate ISOGARD GL,
Min. 22 ga., type TriI:(.)te.cr;lr(]ic Multi-Max FA3, Elevate ISOGARD CG, UltraMax or
! Styrofoam Brand Roofmate, Highload 60 or Plazamate i
B Grade33steel | o Guard 1per20 | > ‘ e, g zar LRFIA or BP-CAS or | (OPtionallOne | oo ooy .
S-92. or min. 2,500 psi . . Note 2 0 Coverboard: Min. 0.125-inch TremBoard AC, min. 0.5- or more BP- -45.0
Polyiso Insulation, —— ft — i X X X LRFIA(BG) SBS-CAS5 SBS-CAS
structural H-Shield. Elevate inch Structodek HD with Primed Red Coating, min. 0.25- CAS or SBS-CAS
concrete ! inch DensDeck Prime, DEXcell FA Glass Mat Roof Board,
ISOGARD GL . . K
SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch
SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, Trisotech G, Trisotech CGF, Trisotech, Elevate ISOGARD
Grade 40 steel; 6 ft . ‘ CG or Styrofoam Brand Roofmate, Highload 60 or LRFIA or (Optional) One
593 span; #12 HWH Min. 2-inch Note 2 1per2.0 | Plazamate LRFIA(BG), 6-inch BP-CAS5 or or more BP- BP-CAS5 or 525
. Teks 5, 6” o.c. or Trisotech G I N ft2 Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA ! SBS-CAS5 SBS-CAS :

min. 2,500 psi
structural concrete

Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof
Board or min. 0.5-inch SECUROCK Cement Roof Board or
min. 7/16-inch DEXcell Cement Roof Board

o.c.

CAS or SBS-CAS
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY A

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmO | etc.e

. B, Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15) MDP
ystem ec —_
Fastener Attach Attach
No. Note 1 Type Type Base PI Pl Cap PI sf
etz 1} yp (Note 11) (Note 17) o (Notes 6,7,8) v v Pl
Min. 22 ga., type B,
Sr::'e:lo;:wtle ft Min. 2-inch Loer 2.0 Additional Insulation Layer(s): (Optional) Min. 1-inch LRFIA or e (Optional) One BP-CAS or
S-94. pan; ” L Note 2 per . base insulation LFRIA(BG), 12- or more BP- -52.5
Teks 5, 6” o.c. or Trisotech G B ft2 . . . SBS-CA5 SBS-CAS
min. 2,500 psi Coverboard: Min. 0.125-inch TremBoard AC incho.c. CA5 or SBS-CAS
structural concrete
Min. 22 ga., Type B, Min. 0.5-inch (Opti
Optional) One
Grade 40 steel; 6 ft SECUROCK 1per2.0 . . . LRFIA or BP-CAS or BP-CAS or
S-95. span; #12 HWH Gypsum-Fiber Roof Note 2 f2 Min. 0.5-inch SECUROCK Gypsum Fiber Roof Board LRFIA(BG) SBS-CAS g/r_\;noreS:: xS SBS-CAS -52.5
Teks 5, 6” o.c. Board Oor 5B>-
Min. 2-inch
) Trisotech G, Elevate Additional
Min. 22 ga., type B, | |soGARD GL, Additional Insulation Layer(s): (Optional) Min. 1-inch base | = ————
Grade 40 steel at 6 . - - Layer(s): LRFIA or .
ft spans: #12 HWH Elevate ISOGARD Tremco #14 HD with 1 per 2.0 insulation LRFIA(BG) BP-CAS or (Optional) One BP-CAS or
S-96. P CG, Multi-Max FA3, Tremco 3” Metal per 2. Coverboard: Min. 0.5-inch Structodek HD with Primed Red or more BP- -60.0
Teks 5, 6” o.c. or . ft2 PN . Coverboard: LRFIA | SBS-CA5 SBS-CAS
min. 2,500 psi Ultra-Max or Insulation Plate Coating, DensDeck Prime or SECUROCK Cement Roof m) 6 CAS5 or SBS-CAS
structl’JraI concrete Styrofoam Brand Board or min. 7/16-inch DEXcell Cement Roof Board inch o.c !
Roofmate, Highload -
60 or Plazamate
Min. 2-inch
Trisotech G, Elevate Additional Insulation Layer(s): (Optional) Min. 1-inch Additional
Min. 22 ga., type B, | 155GARD GL Trisotech G, Trisotech CGF, Energ i T
4 ] Y yGuard Polyiso
L : LRFIA
ftrade 49:;;13;: Elevate ISOGARD ::tn;cn(;f\i/‘iltED 1per2.0 Insulation, Trisotech, H-Shield, Elevate ISOGARD GL, jy;—;((%(;) or (Optional) One BP-CAS or
5-97. spans; * CG, Multi-Max FA3, v Per <L | Multi-Max FA3, Elevate ISOGARD CG, UltraMax or SBS-CAS or more BP- -60.0*
Teks 5, 6” o.c. or Tremco 3” Metal ft2 ) Coverboard: LRFIA SBS-CA5
; ) Ultra-Max or . Styrofoam Brand Roofmate, Highload 60 or Plazamate CAS or SBS-CAS
min. 2,500 psi Insulation Plate . ) A or LRFIA(BG), 6-
structural concrete Styrofoam Brand Coverboard: Min. 1-inch MonoBoard (no extrapolation )
- =0VelD0aTH inch o.c.
Roofmate, Highload permitted for ribbon attachment)
60 or Plazamate
Min. 2-inch . ’ . . .
. Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Elevate ’ - . -
Min. 22 ga., type B, | |cOGARD GL Trisotech G, Trisotech CGF, EnergyGuard Polyiso Additional
Grade 40 steel at 6 Flevate ISOG‘ARD Tremco #14 HD Insulation, Trisotech, H-Shield, Elevate ISOGARD GL, Layer(s): LRFIA or (Optional) One
s-08 ft spans; #12 HWH CG. Multi-Max FA3 Fastener with 1per2.0 | Multi-Max FA3, Elevate ISOGARD CG, UltraMax or LRFIA(BG) BP-CAS or orFr)'nore BP BP-CAS or 60.0%
: Teks 5, 6” o.c. or Ultlra Max or " | Tremco 3” Metal ft2 Styrofoam Brand Roofmate, Highload 60 or Plazamate Coverboard: LRFIA | SBS-CA5 CAS or SBS-CAS SBS-CA5 ’
min. 2,500 psi Styrofoam Brand Insulation Plate Coverboard: Min. 1-inch MonoBoard Plus or Min. 2-inch or LRFIA(BG), 6-
structural concrete v ) TopRock DD Plus (no extrapolation permitted for ribbon inch o.c.
Roofmate, Highload attachment)
60 or Plazamate
Mi”& 22¢a, tylpe ?’ Additional Insulation Layer(s): (Optional) Min. 1-inch base
fr:n?wiszsp:?;ée “ | Min. 2:nch 1per1,0 | Msulation LRFIA or Bp-CAs or | (OPtionalOne | gp o
S-99. pan; ” . Note 2 per L. Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK LRFIA(BG), 6-inch or more BP- -67.5
Teks 5, 6” o.c. or Trisotech G N ft2 T SBS-CAS SBS-CA5
min. 2,500 psi Gypsum-Fiber Roof Board or SECUROCK Cement Roof o.c. CAS or SBS-CAS
structural concrete Board or min. 7/16-inch DEXcell Cement Roof Board
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY A

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fast Attach Attach MDP
astener ac ac r——
No. Note 1 Type Type Base PI Pl Cap PI sf
etz 1} yp (Note 11) (Note 17) o (Notes 6,7,8) v v Pl {psf)
Min. 22 ga., type B, Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Grade 40 steel at 6 Trisotech G, Elevate | Tremco #15 EHD Trisotech G, Trisotech CGF, Trisotech, Elevate ISOGARD LREIA oF (Optional) One
5100 ft spans; two (2) ISOGARD CG or with Tremco 3” 1per1.3 | CG orStyrofoam Brand Roofmate, Highload 60 or LRFIA(BG), 6-inch BP-CAS5 or orFr)'nore BP- BP-CAS5 or 1125
: #12 HWH Teks 5 Styrofoam Brand Metal Insulation ft2 Plazamate oc ! SBS-CAS5 CAS or SBS-CAS SBS-CAS :
with %-inch Roofmate, Highload | Plate Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof -
washers, 6” o.c. 60 or Plazamate Board
HOT-ASPHALT-APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 1.5-inch Insulation, Trisotech, H-Shield, Elevate ISOGARD GL,
Min. 22 ga., type n- 2.>7nc Multi-Max FA3, Elevate ISOGARD CG, UltraMax or (Optional) One
Trisotech G, R BP-CA1, BP-
B, Grade 33 steel Styrofoam Brand Roofmate, Highload 60 or Plazamate or more BP-
. R EnergyGuard 1 per2.0 X . . LRFIA or BP-AA, AA, SBS-CA1, .
S-101. or min. 2,500 psi . . Note 2 Coverboard: Min. 0.125-inch TremBoard AC, min. 0.5- CA1, BP-AA, -45.0
Polyiso Insulation, - ft2 — ) . , X LRFIA(BG) SBS-AA SBS-AA or
structural ) inch Structodek HD with Primed Red Coating, min. 0.25- SBS-CA1, SBS-
H-Shield, Elevate . R APP-TA
concrete ISOGARD GL inch DensDeck Prime, DEXcell FA Glass Mat Roof Board, AA or APP-TA
SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch
SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, Trisotech G, Trisotech CGF, Trisotech, Elevate ISOGARD (Optional) One
Grade 40 steel; 6 ft CG or Styrofoam Brand Roofmate, Highload 60 or P BP-CA1, BP-
span; #12 HWH Min. 2-inch 1per2.0 | Plazamate LRFIA or BP-AA or more BP- AA, SBS-CAL
-102. ’ . : LRFIA(BG), 6-inch ’ A1, BP-AA, ’ | -s2.
s-102 Teks 5, 6” o.c. or Trisotech G Note 2 ft2 Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA oc (BG), 6-inc SBS-AA gBS-CAl SBS- SBS-AA or 52:5
min. 2,500 psi Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof e A or AF;P-TA APP-TA
structural concrete Board or min. 0.5-inch SECUROCK Cement Roof Board or
min. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type B, (Opti
ptional) One
Grade 40 steel; 6 ft o Additional Insulation Layer(s): (Optional) Min. 1-inch LRFIA or or more BP- BP-CAL, BP-
span; #12 HWH Min. 2-inch 1 per 2.0 X N BP-AA, AA, SBS-CA1,
S-103. ” . Note 2 base insulation LFRIA(BG), 12- CA1, BP-AA, -52.5
Teks 5, 6” o.c. or Trisotech G Y ft2 . . . SBS-AA SBS-AA or
min. 2,500 psi Coverboard: Min. 0.125-inch TremBoard AC inch o.c. SBS-CAL SBS- |\ ppTA
structural concrete AA or APP-TA
. ) Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 2-inch ~ - .
Trisotech G, Elevate Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., type B, | | S(') ARD Gl Y Insulation, Trisotech, H-Shield, Elevate ISOGARD GL, Additional (Optional) One
Grade 40 steel at 6 ! X Multi-Max FA3, Elevate ISOGARD CG, UltraMax or Layer(s): LRFIA or Pt BP-CA1, BP-
Elevate ISOGARD Tremco #14 HD with . or more BP-
$-104 ft spans; #12 HWH CG. Multi-Max FA3 Tremco 3” Metal 1per2.0 | Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG) BP-AA, CAL BP-AA AA, SBS-CA1, -60.0
: Teks 5, 6” o.c. or Ult’ra—Max o ! Insulation Plate ft2 Coverboard: Min. 0.5-inch Structodek HD with Primed Red | Coverboard: LRFIA | SBS-AA SBS»’CAl SéS» SBS-AA or :
min. 2,500 psi Styrofoam Brand Coating, DensDeck Prime, DEXcell FA Glass Mat Roof or LRFIA(BG), 6- AA o AP’P—TA APP-TA
structural concrete v ) Board, SECUROCK Gypsum-Fiber Roof Board or SECUROCK | inch o.c.
Roofmate, Highload . R
Cement Roof Board or min. 7/16-inch DEXcell Cement
60 or Plazamate
Roof Board
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY A

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fast Attach Attach MDP
astener ac ac
No. (Note 1) Type Type Base PI Pl Cap PI (psf)
W (Note 11) (Note 17) o (Notes 6,7,8) v v PUy
M_m' Z-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Elevate N " . V.
Min. 22 ga., type B, ISOGARD GL Trisotech G, Trisotech CGF, EnergyGuard Polyiso Additional (Optional) One
Grade 40 steel at 6 Elevate ISOGlARD Tremco #14 HD with Insulation, Trisotech, H-Shield, Elevate ISOGARD GL, Layer(s): LRFIA or or more BP BP-CA1, BP-
ft spans; #12 HWH . ” 1per2.0 | Multi-Max FA3, Elevate ISOGARD CG, UltraMax or LRFIA(BG) BP-AA, AA, SBS-CA1,
S-105. ” CG, Multi-Max FA3, Tremco 3” Metal R CA1, BP-AA, -60.0*
Teks 5, 6” o.c. or Ultra-Max or Insulation Plate ft2 Styrofoam Brand Roofmate, Highload 60 or Plazamate Coverboard: LRFIA | SBS-AA SBS-CA1 SBS SBS-AA or
min. 2,500 psi Styrofoam Brand Coverboard: Min. 1-inch MonoBoard Plus or Min. 2-inch or LRFIA(BG), 6- AA oF AP’P—TA APP-TA
structural concrete v ) TopRock DD Plus (no extrapolation permitted for ribbon inch o.c.
Roofmate, Highload ttachment)
60 or Plazamate attachme
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, Trisotech G, Trisotech CGF, Trisotech, Elevate ISOGARD
Grade 33 steel; 6 ft CG or Styrofoam Brand Roofmate, Highload 60 or LRFIA o (Optional) One BP-CA1, BP-
; in. 2-i . Pl ) -AA, -AA, , SBS-CA1,
5-106. span; #1% HWH M.ln 2-inch Note 2 1per 1.0 azamate ' ) . LRFIA(BG), 6-inch BP-AA or more BP-AA AA, SBS-CA1, 675
Teks 5, 6” o.c. or Trisotech G EE— ft2 Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA oc SBS-AA SBS-AA or APP- | SBS-AA or
min. 2,500 psi Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof - TA APP-TA
structural concrete Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 22 ga., type B, Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Grade 40 steel at 6 Trisotech G, Elevate | Tremco #15 EHD Trisotech G, Trisotech CGF, Trisotech, Elevate ISOGARD LRFIA o (Optional) One BP-CA1, BP-
5107 ft spans; two (2) ISOGARD CG or with Tremco 3” 1per1.3 | CG or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), 6-inch BP-AA, or more BP-AA, | AA, SBS-CA1, 1125
. #12 HWH Teks 5 Styrofoam Brand Metal Insulation ft2 Plazamate oc ! SBS-AA SBS-AA or APP- | SBS-AA or i
with %-inch Roofmate, Highload | Plate Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof - TA APP-TA
washers, 6” o.c. 60 or Plazamate Board
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisc.>tech G, Elevate Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., type B, ISOGARD Gi_ Insulation, Trisotech, H-Shield, Elevate ISOGARD GL, (Optional) One
Grade 40 steel at 6 ! . Multi-Max FA3, Elevate ISOGARD CG, UltraMax or P BP-CA1, BP-
Elevate ISOGARD Tremco #14 HD with R or more BP-
ft spans; #12 HWH - Y 1per2.0 | Styrofoam Brand Roofmate, Highload 60 or Plazamate BP-AA, AA, SBS-CA1,
S-108. ” CG, Multi-Max FA3, Tremco 3” Metal ) R . . Hot asphalt CA1, BP-AA, -60.0
Teks 5,6” o.c. or Ultra-Max or Insulation Plate ft2 Coverboard: Min. 0.125-inch TremBoard AC, min. 0.5-inch SBS-AA SBS-CAL SBS- SBS-AA or
min. 2,500 psi Stvrofoam Brand Structodek HD with Primed Red Coating, DensDeck Prime, AAor AP’P—TA APP-TA
structural concrete Rgofmate Highload DEXcell FA Glass Mat Roof Board, SECUROCK Gypsum-
60 or Plaz;mate Fiber Roof Board or SECUROCK Cement Roof Board or
min. 7/16-inch DEXcell Cement Roof Board
Min. 2-inch
. Trisotech G, Elevate Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, | |50GARD GL, Trisotech G, Trisotech CGF, EnergyGuard Polyiso (Optional) One BP-CAL BP-
prade d0steel 8 | Elevate ISOGARD | Tremco #14HD with | | | Insulation, Trisotech, H-Shield, Elevate ISOGARD GL, BpAA or more BP- AR SBO.CAL
5-109. spans; * CG, Multi-Max FA3, | Tremco 3” Metal PEr 2D | Multi-Max FA3, Elevate ISOGARD CG, UltraMax or Hot asphalt ' CAL, BP-AA, ' " | -60.0*
Teks 5, 6” o.c. or X ft2 . SBS-AA SBS-AA or
min. 2,500 psi Ultra-Max or Insulation Plate Styrofoam Brand Roofmate, Highload 60 or Plazamate SBS-CA1, SBS- APP-TA
Stl’uCtl’JI’a| concrete Styrofoam Brand Coverboard: Min. 1-inch MonoBoard Plus or min. 2-inch AA or APP-TA
Roofmate, Highload TopRock DD Plus
60 or Plazamate
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY A

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fast Attach Attach MDP
astener ac ac
No. Note 1 Type Type Base PI Pl Cap PI sf
etz 1} yp (Note 11) (Note 17) o (Notes 6,7,8) v v Pl
Min. 22 ga., type B, | Min. 2-inch
Grade 40 steel at 6 Trisotech G, Elevate . (Optional) One BP-CA1, BP-
A Tremco #14 HD with . . . .
5110 ft spans; #12 HWH ISOGARD GL, Multi- Tremco 3” Metal 1per2.0 Min. 0.125-inch TremBoard AC or min. 0.5-inch Hot asphalt BP-AA, or more BP-AA, | AA, SBS-CA1, 675
. Teks 5, 6” o.c. or Max FA3, Elevate Insulation Plate ft2 Structodek HD with Primed Red Coating P SBS-AA SBS-AA or APP- | SBS-AA or :
min. 2,500 psi ISOGARD CG, Ultra- TA APP-TA
structural concrete Max
Min. 22 ga., type B, | Min. 2-inch
Grade 33 steel; 6 ft | Trisotech G, Eﬁms\ztilfr::\ac\;y?’ (Optional) One | BP-CA1, BP-
S111 span; #12 HWH EnergyGuard in galvalume Steel 1 per Min. 0.125-inch TremBoard AC or min. 0.25-inch Hot asphalt BP-AA, or more BP-AA, | AA, SBS-CA1, 75.0
. Teks 5, 6” o.c. or Polyiso Insulation, PI.ate or 3 in. Ribbed 1.45 ft2 DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board P SBS-AA SBS-AA or APP- | SBS-AAor !
min. 2,500 psi H-Shield, Elevate Galval -I TA APP-TA
structural concrete ISOGARD GL alvalume Plate
Min. 22 ga., type B, | Min. 2-inch
Grade 33 steel; 6 ft Trisotech G, Elevat'e Tremco #14 HD with . . ' : (Optional) One BP-CA1, BP-
$112 span; #12 HWH ISOGARD GL, Multi- Tremco 3” Metal 1 per Min. 0.125-inch TremBoard AC or min. 0.25-inch Hot asphalt BP-AA, or more BP-AA, | AA, SBS-CA1, 75.0
: Teks 5, 6” o.c. or Max FA3, Elevate Insulation Plate 1.45 ft2 DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board P SBS-AA SBS-AA or APP- | SBS-AAor !
min. 2,500 psi ISOGARD CG, Ultra- TA APP-TA
structural concrete Max
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 1.5-inch Insulation, Trisotech, H-Shield, Elevate ISOGARD GL,
Min. 22 ga, type | .'”'t : r;"(‘; Multi-Max FA3, Elevate ISOGARD CG, UltraMax or
B, Grade 33 steel E:Z(r) eguar’d 1 per 2.0 Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA or (Optional) One
$113. | ormin. 2,500 psi 4 . Note 2 PET 2" | coverboard: Min. 0.125-inch TremBoard AC, min. 0.5- SBS-AA ormore SBS- | SBS-TA -45.0*
Polyiso Insulation, ft2 : ) . ) A LRFIA(BG)
structural H-Shield. Elevate inch Structodek HD with Primed Red Coating, min. 0.25- AA, SBS-TA
concrete ! inch DensDeck Prime, DEXcell FA Glass Mat Roof Board,
ISOGARD GL . . K
SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch
SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, Trisotech G, Trisotech CGF, Trisotech, Elevate ISOGARD
SG’:::?Q()ZSST;EG ft Vi 2-nch 1 e ggzt;rn?;yt/;ofoam Brand Roofmate, Highload 60 or LRFIA or (Optional) One
S-114. ! ,' 2 ’ ) . . LRFIA(BG), 6-inch SBS-AA or more SBS- SBS-TA -52.5
Teks 5, 6” o.c. or Trisotech G Note 2 ft2 Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA oc (BG), 6 AA SBS-TA
min. 2,500 psi Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof - !
structural concrete Board or min. 0.5-inch SECUROCK Cement Roof Board or
min. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type B,
Grade 40 steel; 6 ft Additional Insulation Layer(s): (Optional) Min. 1-inch LRFIA or (Optional) One
span; #12 HWH Min. 2-inch 1per2.0 N N
S-115. " . Note 2 base insulation LFRIA(BG), 12- SBS-AA or more SBS- SBS-TA -52.5
Teks 5, 6” o.c. or Trisotech G - ft2 . . .
Coverboard: Min. 0.125-inch TremBoard AC inch o.c. AA, SBS-TA

min. 2,500 psi
structural concrete
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY A

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmO | etc.e

min. 2,500 psi
structural concrete

Styrofoam Brand
Roofmate, Highload
60 or Plazamate

Structodek HD with Primed Red Coating, DensDeck Prime,
DEXcell FA Glass Mat Roof Board, SECUROCK Gypsum-
Fiber Roof Board or SECUROCK Cement Roof Board or
min. 7/16-inch DEXcell Cement Roof Board

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fast Attach Attach MDP
astener ac ac
No. Note 1 Type Type Base PI Pl Cap PI sf
etz 1} yp (Note 11) (Note 17) o (Notes 6,7,8) v v Pl
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisc.>tech G. Elevate Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., type B, ISOGARD Gi_ Insulation, Trisotech, H-Shield, Elevate ISOGARD GL, Additional
! Multi-Max FA3, El | ARD [traM L : LRFIA
Grade d0steelat6 | ¢\ 16 ISOGARD Tremco #14 HD with ulti-Max FAS3, Elevate ISOGARD CG, UttraMax or Layer(s) or (Optional) One
ft spans; #12 HWH . ” 1per2.0 | Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG)
S-116. ” CG, Multi-Max FA3, Tremco 3” Metal X . . X SBS-AA or more SBS- SBS-TA -60.0
Teks 5, 6” o.c. or Ultra-Max or Insulation Plate ft2 Coverboard: Min. 0.5-inch Structodek HD with Primed Red | Coverboard: LRFIA AA SBSTA
min. 2,500 psi Stvrofoam Brand Coating, DensDeck Prime, DEXcell FA Glass Mat Roof or LRFIA(BG), 6- ’
structural concrete R(Zofmate Highload Board, SECUROCK Gypsum-Fiber Roof Board or SECUROCK | inch o.c.
» NI Cement Roof Board or min. 7/16-inch DEXcell Cement
60 or Plazamate
Roof Board
M,m' 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Elevate N - K -
Min. 22 ga., type B, ISOGARD GL Trisotech G, Trisotech CGF, EnergyGuard Polyiso Additional
! | lation, Trisotech, H-Shield, Elevate ISOGARD GL, L : LRFIA .
Grade 40 steel at 6 Elevate ISOGARD Tremco #14 HD with nsu .a fon, " TiEgrec '€ evate Layer(s) or (Optional) One
ft spans; #12 HWH . ” 1per2.0 | Multi-Max FA3, Elevate ISOGARD CG, UltraMax or LRFIA(BG)
S-117. ” CG, Multi-Max FA3, Tremco 3” Metal . SBS-AA or more SBS- SBS-TA -60.0*
Teks 5, 6” o.c. or Ultra-Max or Insulation Plate ft2 Styrofoam Brand Roofmate, Highload 60 or Plazamate Coverboard: LRFIA AA SBS-TA
min. 2,500 psi Styrofoam Brand Coverboard: Min. 1-inch MonoBoard Plus or Min. 2-inch or LRFIA(BG), 6- !
structural concrete v ) TopRock DD Plus (no extrapolation permitted for ribbon inch o.c.
Roofmate, Highload ttachment)
60 or Plazamate S e
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, Trisotech G, Trisotech CGF, Trisotech, Elevate ISOGARD
. B fi Highl
Gr:de#iazsézshe " Min. 2-inch 1per 1.0 ggzc;rnf?t?foam rond e Highload g er LRFIA or (Optianal) One
span; . 2- d .
S-118. LRFIA(BG), 6-inch SBS-AA SBS- SBS-TA -67.5
Teks 5, 6” o.c. or Trisotech G Note 2 ft2 Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA oc (BG), 6-inc Z:-\mstgr:-TA
min. 2,500 psi Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof h '
structural concrete Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 22 ga., type B, Min. 2-inch Additional Insulation Laver(s): (Optional) Min. 1-inch
Grade 40 steel at 6 Trisotech G, Elevate | Tremco #15 EHD Trisotech G, Trisotech CGF, Trisotech, Elevate ISOGARD LRFIA or (Optional) One
; i " . CG or Styrof Brand Roofmate, Highload 60 .
5-119. ft spans; two (2) ISOGARD CG or with Tremco:% 1perl3 or Styrofoam Brand Roofmate, Highloa or LRFIA(BG), 6-inch SBS-AA or more SBS- SBS-TA 1125
#12 HWH Teks 5 Styrofoam Brand Metal Insulation ft2 Plazamate oc AA SBS-TA
with %-inch Roofmate, Highload | Plate Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof - !
washers, 6” o.c. 60 or Plazamate Board
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisétech G, Elevate Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., type B, | |sOGARD G;. Insulation, Trisotech, H-Shield, Elevate ISOGARD GL,
R Multi-Max FA3, Elevate ISOGARD CG, UltraMax or .
Grade 40steelat 6 | g\ oi0 ISOGARD Tremco #14 HD with uiti-Max v \ X (Optional) One
ft spans; #12 HWH - ” 1per2.0 | Styrofoam Brand Roofmate, Highload 60 or Plazamate
S-120. ” CG, Multi-Max FA3, Tremco 3” Metal ) X ] X R Hot asphalt SBS-AA or more SBS- SBS-TA -60.0
Teks 5, 6” o.c. or - ft Coverboard: Min. 0.125-inch TremBoard AC, min. 0.5-inch
Ultra-Max or Insulation Plate AA, SBS-TA
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY A

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmO | etc.e

ISOGARD GL

SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch
SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fast Attach Attach MDP
astener ac ac r——
No. Note 1 Type Type Base PI Pl Cap PI sf
etz 1} yp (Note 11) (Note 17) o (Notes 6,7,8) v v Pl {psf)
Min. 2-inch
. Trisotech G, Elevate Additional Insulation Layer(s): (Optional) Min. 1-inch
Mm& 22ga., tylpe B, ISOGARD GL, Trisotech G, Trisotech CGF, EnergyGuard Polyiso
ftra € 49:;;13;: Elevate ISOGARD Tremco #14 HD with 1per2.0 Insulation, Trisotech, H-Shield, Elevate ISOGARD GL, (Optional) One
5-121. Tesk;;a;sé” e or CG, Multi-Max FA3, | Tremco 3” Metal P to | Multi-Max FA3, Elevate ISOGARD CG, UltraMax or Hot asphalt SBS-AA or more SBS- SBS-TA -60.0*
min 2'500 p5| Ultra-Max or Insulation Plate Styrofoam Brand Roofmate, Highload 60 or Plazamate AA, SBS-TA
Structl;ra| concrete Styrofoam Brand Coverboard: Min. 1-inch MonoBoard Plus or min. 2-inch
Roofmate, Highload TopRock DD Plus
60 or Plazamate
Min. 22 ga., type B, Min. 2-inch
Grade 40steel at 6 | Trisotech G, Elevate . .
ftspans; #12 HWH | ISOGARD GL, Multi- | Jremeo #laHDwith ) o o | Min. 0.125-inch TremBoard AC or min, 0.5-inch (Optional) One
S-122. ” Tremco 3” Metal i . R Hot asphalt SBS-AA or more SBS- SBS-TA -67.5
Teks 5, 6” o.c. or Max FA3, Elevate Insulation Plate ft2 Structodek HD with Primed Red Coating AA SBS-TA
min. 2,500 psi ISOGARD CG, Ultra- '
structural concrete Max
2}’"”& 223 ?%a.t’ tylpz ?t "I\'/rl ::ofé;;cg Tremco #14 Heavy
rade steel; )y . .
’ |
span; #12 HWH EnergyGuard !)uty with Tremco 3 1 per Min. 0.125-inch TremBoard AC or min. 0.25-inch (Optional) One
S-123. ” . . in. Galvalume Steel . . Hot asphalt SBS-AA or more SBS- SBS-TA -75.0
Teks 5, 6” o.c. or Polyiso Insulation, L 1.45 ft2 DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board
. . . Plate or 3 in. Ribbed AA, SBS-TA
min. 2,500 psi H-Shield, Elevate Galval Pl
structural concrete | |SOGARD GL alvalume Plate
Min. 22 ga., type B, Min. 2-inch
Grade 33 steel; 6 ft Trisotech G, Elevate . )
’ A Tremco #14 HD with . ) ) . (Optional) One
span; #12 HWH ISOGARD GL, Multi- ” 1 per Min. 0.125-inch TremBoard AC or min. 0.25-inch 3
S Teks 5, 6” o.c. or Max FA3, Elevate ITI::T:S; :git:l 1.45 ft2 DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board Hot asphalt SBS-AA ::_\mst;r: _?is SBS-TA 750
min. 2,500 psi ISOGARD CG, Ultra- Y d
structural concrete Max
SEBS-APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 1.5-inch Insulation, Trisotech, H-Shield, Elevate ISOGARD GL,
Min. 22 ga., type Trisste.ch e Multi-Max FA3, Elevate ISOGARD CG, UltraMax or
B, Grade 33 steel ! Styrofoam Brand Roofmate, Highload 60 or Plazamate .
- R E Guard 1 2.0 . o i R LRFIA BP-SEBS, Opt 1) BP-
S-125. or min. 2,500 psi ner'gy uar . Note 2 per Coverboard: Min. 0.125-inch TremBoard AC, min. 0.5-inch or (Optional) SBS-SEBS -45.0*
Polyiso Insulation, B ft2 - ; . . . X LRFIA(BG) SBS-SEBS SEBS, SBS-SEBS
structural H-Shield. Elevate Structodek HD with Primed Red Coating, min. 0.25-inch
concrete ! DensDeck Prime, DEXcell FA Glass Mat Roof Board,
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY A

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fast Attach Attach MDP
astener ac ac
No. Note 1 Type Type Base PI Pl Cap PI sf
etz 1} yp (Note 11) (Note 17) o (Notes 6,7,8) v v Pl
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, Trisotech G, Trisotech CGF, Trisotech, Elevate ISOGARD
Grade 40 steel; 6 ft CG or Styrofoam Brand Roofmate, Highload 60 or LRFIA or
span; #12 HWH Min. 2-inch 1per2.0 | Plazamate . BP-SEBS, (Optional) BP-
-126. X LRFIA(BG), 6-inch - -52.
S Teks 5, 6” o.c. or Trisotech G Note 2 ft2 Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA oc (BG), 6-inc SBS-SEBS SEBS, SBS-SEBS SBS-SEBS 52.5
min. 2,500 psi Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof e
structural concrete Board or min. 0.5-inch SECUROCK Cement Roof Board or
min. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type B,
Grade 40 steel; 6 ft i : : f :
’ Additional Insulation Layer(s): (Optional) Min. 1-inch LRFIA or
span; #12 HWH Min. 2-inch 1per2.0 . N BP-SEBS, (Optional) BP-
S-127. Teks 5, 6” 0.c. or Trisotech G Note 2 fi2 base msulatlon. . !.FRIA(BG), 12- SBS-SEBS SEBS, SBS-SEBS SBS-SEBS -52.5
min. 2,500 psi Coverboard: Min. 0.125-inch TremBoard AC inch o.c.
structural concrete
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisc.>tecth Elevate Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Min. 22 ga., type B, ISOGARD Gi_ Insulation, Trisotech, H-Shield, Elevate ISOGARD GL, Additional
! Iti-M El | ARD M L : LRFIA
Grade 40 steel at 6 Elevate ISOGARD Tremco #14 HD with Multi-Max FA3, Elevate ISOG . CG, UltraMax or Laver(s). or .
s128 ft spans; #12 HWH CG. Multi-Max FA3 Tremco 3” Metal 1per2.0 | Styrofoam Brand Roofmate, Highload 60 or Plazamate LRFIA(BG) BP-SEBS, (Optional) BP- SBS-SEBS -60.0
. Teks 5, 6” o.c. or UIt’ra—Max or ! Insulation Plate ft2 Coverboard: Min. 0.5-inch Structodek HD with Primed Red | Coverboard: LRFIA | SBS-SEBS SEBS, SBS-SEBS :
min. 2,500 psi Styrofoam Brand Coating, DensDeck Prime, DEXcell FA Glass Mat Roof or LRFIA(BG), 6-
structural concrete v ) Board, SECUROCK Gypsum-Fiber Roof Board or SECUROCK | inch o.c.
Roofmate, Highload . R
Cement Roof Board or min. 7/16-inch DEXcell Cement
60 or Plazamate
Roof Board
M‘m. Zinch Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Elevate N " K -
Min. 22 ga., type B, | 1soGARD GL Trisotech G, Trisotech CGF, EnergyGuard Polyiso Additional
! | lation, Tri h, H-Shield, El | ARD GL L : LRFIA
Grade 40steelat6 | b\ 240 ISOGARD Tremco #14 HD with nsulation, Trisotech, H-Shield, Elevate ISOGARD G, Layer(s) or i
5129 ft spans; #12 HWH CG. Multi-Max FA3 Tremco 3” Metal 1per2.0 | Multi-Max FA3, Elevate ISOGARD CG, UltraMax or LRFIA(BG) BP-SEBS, (Optional) BP- SBS-SEBS -60.0*
. Teks 5, 6” o.c. or Ultlra—I\L;Ialx or X ! (hsulation plate ft2 Styrofoam Brand Roofmate, Highload 60 or Plazamate Coverboard: LRFIA | SBS-SEBS SEBS, SBS-SEBS ’
min. 2,500 psi Stvrofoam Brand o Coverboard: Min. 1-inch MonoBoard Plus or min. 2-inch or LRFIA(BG), 6-
structural concrete v ) TopRock DD Plus (no extrapolation permitted for ribbon inch o.c.
Roofmate, Highload ttach 0
60 or Plazamate prachmen
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, Trisotech G, Trisotech CGF, Trisotech, Elevate ISOGARD
Grade 33 steel; 6 ft CG or Styrofoam Brand Roofmate, Highload 60 or LRFIA or
span; #12 HWH Min. 2-inch 1per1.0 | Plazamate ) BP-SEBS, (Optional) BP-
- b " . . . . LRFIA(BG), 6-inch BS-SEB -67.
SE0 Teks 5, 6” o.c. o Trisotech G Note 2 fi2 Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA o (BG), 6-inch | <o skps | seBs, sps-sess | S5 SEBS 675
min. 2,500 psi Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof -
structural concrete Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY A

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fastener Attach Attach MoP
No. (Note 1) Type I I Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
Min. 22 ga., type B, Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Grade 40 steel at 6 Trisotech G, Elevate | Tremco #15 EHD Trisotech G, Trisotech CGF, Trisotech, Elevate ISOGARD LREIA oF
S131. ft spans; two (2) ISOGARD CG or with Tremco? 1per1.3 | CG orStyrofoam Brand Roofmate, Highload 60 or LRFIA(BG), 6-inch BP-SEBS, (Optional) BP- SBS-SEBS 1125
#12 HWH Teks 5 Styrofoam Brand Metal Insulation ft2 Plazamate SBS-SEBS SEBS, SBS-SEBS
with %-inch Roofmate, Highload | Plate Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof oc
washers, 6” o.c. 60 or Plazamate Board
Dekfast DF-#15-PH3
with PLT-R-3,
Tremco #1510 XHD
. Fastener with
Min. 22 ga., type B, Min. 2-inch Tremco 3 in.
Grade 80 steel at 6 . . . . . LRFIA or .
$132. ft spans; #12 HWH Tr!sotech G, - Galvalumg Stegl 1perl.0 Ml.n. 0.125-inch TremBoard AC.or min. 0.5-inch DensDeck LRFIA(BG), 4-inch BP-SEBS, (Optional) BP- SBS-SEBS 1350
Teks 5 with %-inch Trisotech, H-Shield Plate or 3 in. Ribbed ft2 Prime or SECUROCK Gypsum-Fiber Roof Board oc ! SBS-SEBS SEBS, SBS-SEBS
washers, 6” o.c. or Multi-Max FA3 Galvalume Plate, e
Tremco #15 EHD
with Tremco 3”
Metal Insulation
Plate
Min. 22 ga., type B, | ppin 2.inch Tremco #15 EHD
Grade 80 steel at 6 . ” . 4 . . LRFIA or .
$133. ft spans; #12 HWH Styrofoam Brand with Tremco 3 1per1.0 Ml.n. 0.125-inch TremBoard AC.or min. 0.5-inch DensDeck LRFIA(BG), 4-inch BP-SEBS, (Optional) BP- SBS-SEBS 135.0
Teks 5 with %-inch Roofmate, Highload | Metal Insulation ft2 Prime or SECUROCK Gypsum-Fiber Roof Board oc. SBS-SEBS SEBS, SBS-SEBS
washers, 6” o.c. 60 or Plazamate Plate
. ) Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 2-inch " - .
Trisotech G, Elevate Trlsotth G, Trlsotech CGF., EnergyGuard Polyiso
Min. 22 ga., type B, ISOGARD Gi. Insulation, Trisotech, H-Shield, Elevate ISOGARD GL,
Grade 40 steel at 6 ! . Multi-Max FA3, Elevate ISOGARD CG, UltraMax or
Elevate ISOGARD Tremco #14 HD with A .
5134, ft spans; #12 HWH CG. Multi-Max FA3 Tremco 3” Metal 1per2.0 | Styrofoam Brand Roofmate, Highload 60 or Plazamate Hot asphalt BP-SEBS, (Optional) BP- SBS-SEBS -60.0
Te_ks 5,6” o.c._ or UIt’ra—Max or ! Insulation Plate ft2 Coverboard: Min. 0.125-inch TremBoard AC, min. 0.5-inch SBS-SEBS SEBS, SBS-SEBS
min. 2,500 psi Styrofoam Brand Structodek HD with Primed Red Coating, DensDeck Prime,
structural concrete Rgofmate Highload DEXcell FA Glass Mat Roof Board, SECUROCK Gypsum-
60 or Plaz;mate Fiber Roof Board or SECUROCK Cement Roof Board or
min. 7/16-inch DEXcell Cement Roof Board
Min. 2-inch
Trisotech G, Elevate Additional Insulation Layer(s): (Optional) Min. 1-inch
2”!23553’!!(’; BG ISOGARD GL, Trisotech G, Trisotech CGF, EnergyGuard Polyiso
E D D wi Insulation, Trisotech, H-Shield, Elevate ISOGARD GL, .
5135, | ftspans; #12 HWH Clgvlf/ltzlltsi-?\/(lsaé(RFAs Iiﬁﬂig g’}‘:\/ll_e‘eta‘ll\”th 1per2.0 | Multi-Max FA3, Elevate ISOGARD CG, UltraMax or Hot asphalt BPSEBS, | (Optional) BP | cps seps -60.0*
Teks 5, 6” o.c. or ! ! ft2 ! ¢ SBS-SEBS SEBS, SBS-SEBS :

min. 2,500 psi
structural concrete

Ultra-Max or
Styrofoam Brand
Roofmate, Highload
60 or Plazamate

Insulation Plate

Styrofoam Brand Roofmate, Highload 60 or Plazamate
Coverboard: Min. 1-inch MonoBoard Plus or min. 2-inch
TopRock DD Plus
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY A

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fast Attach Attach MDP
astener ac ac
No. Note 1 Type Type Base PI Pl Cap PI sf
etz 1} yp (Note 11) (Note 17) o (Notes 6,7,8) v v Pl
Min. 22 ga., type B, | Min. 2-inch
Grade 40 steel at 6 Trisotech G, Elevate Tremco #14 HD with
5136 ft spans; #12 HWH ISOGARD GL, Multi- Tremco 3” Metal 1per2.0 | Min.0.125-inch TremBoard AC or min. 0.5-inch Hot asphalt BP-SEBS, (Optional) BP- SBS-SEBS 675
. Teks 5, 6” o.c. or Max FA3, Elevate Insulation Plate ft2 Structodek HD with Primed Red Coating P SBS-SEBS SEBS, SBS-SEBS :
min. 2,500 psi ISOGARD CG, Ultra-
structural concrete Max
Min. 22 ga., type B, M‘m. Zinch Tremco #14 Heavy
Grade 33 steel; 6 ft | Trisotech G, Duty with Tremco 3
5137, span; #1% HWH Ener.gyGuard ) in. Galvalume Steel 1 per Min. 0.125—|r‘1ch TremBoard AC or min. 0.?5-lnch Hot asphalt BP-SEBS, (Optional) BP- SBS-SEBS 75.0
Teks 5, 6” o.c. or Polyiso Insulation, L 1.45 ft2 DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board SBS-SEBS SEBS, SBS-SEBS
. } ; Plate or 3 in. Ribbed
min. 2,500 psi H-Shield, Elevate Galval |
structural concrete ISOGARD GL alvalume Plate
Min. 22 ga., type B, | Min. 2-inch
Grade 33 steel; 6 ft | Trisotech G, Elevate .
138 span; #12 HWH ISOGARD GL, Multi- I:Z:Eg g}‘:wi?a‘l””th Lper | Min.0.125-inch TremBoard AC or min. 0.25-inch Hot asohalt BP-SEBS, | (Optional) BP- | o (o .
. Teks 5, 6” o.c. or Max FA3, Elevate Insulation Plate 1.45 ft2 DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board P SBS-SEBS SEBS, SBS-SEBS !
min. 2,500 psi ISOGARD CG, Ultra-
structural concrete Max
TORCH-APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ¢ Trisotech G, Trisotech CGF, Trisotech, Elevate ISOGARD
B I(r;.radeg;:’: s\tISeeI CG or Styrofoam Brand Roofmate, Highload 60 or
5139 o’r min. 2.500 psi Min. 1.5-inch Note 2 1per2.0 | Plazamate LRFIA or APP-TA, (Optional) APP- | APP-TA, SBS- 45.0%
: structu.ra‘l P Trisotech G E— ft2 Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA LRFIA(BG) SBS-TA TA, SBS-TA TA :
concrete Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof
Board or min. 0.5-inch SECUROCK Cement Roof Board or
min. 7/16-inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, Trisotech G, Trisotech CGF, Trisotech, Elevate ISOGARD
Grade 40 steel; 6 ft CG or Styrofoam Brand Roofmate, Highload 60 or LRFIA or
; in. 2-i 1 per 2. Pl t ) TA, i : _TA, SBS-
5140, span; #1% HWH M.ln inch Note 2 per 2.0 azamate ‘ . ‘ LRFIA(BG), 6-inch APP-TA (Optional) APP APP-TA, SBS 525
Teks 5,6” o.c. or Trisotech G —— ft2 Coverboard: Min. 0.25-inch DensDeck Prime, DEXcell FA SBS-TA TA, SBS-TA TA

min. 2,500 psi
structural concrete

Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof
Board or min. 0.5-inch SECUROCK Cement Roof Board or
min. 7/16-inch DEXcell Cement Roof Board

o.c.
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY A

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fast Attach Attach MDP
astener ac ac
No. Note 1 Type Type Base PI Pl Cap PI sf
etz 1} yp (Note 11) (Note 17) o (Notes 6,7,8) v v Pl
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
. Trisotech G, Elevate Trisotech G, Trisotech CGF, EnergyGuard Polyiso Additional
Min. 22 ga., type B, ISOGARD GL, Insulation, Trisotech, H-Shield, Elevate ISOGARD GL, S,
Grade 40 steel at 6 . - Layer(s): LRFIA or
Elevate ISOGARD Tremco #14 HD with Multi-Max FA3, Elevate ISOGARD CG, UltraMax or .
ft spans; #12 HWH X . 1 per2.0 X LRFIA(BG) APP-TA, (Optional) APP- | APP-TA, SBS-
S-141. ” CG, Multi-Max FA3, Tremco 3” Metal Styrofoam Brand Roofmate, Highload 60 or Plazamate -60.0
Teks 5, 6” o.c. or - ft2 . . . Coverboard: LRFIA | SBS-TA TA, SBS-TA TA
min. 2,500 psi Ultra-Max or Insulation Plate Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA or LRFIA(BG), 6
Stl’uCtl’JI’a| concrete Styrofoam Brand Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof X !
: . . inch o.c.
Roofmate, Highload Board or SECUROCK Cement Roof Board or min. 7/16-inch
60 or Plazamate DEXcell Cement Roof Board
M_m' 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Trisotech G, Elevate N " . -
Min. 22 ga., type B, ISOGARD GL Trisotech G, Trisotech CGF, EnergyGuard Polyiso Additional
Grade 40 steel at 6 ¢ . Insulation, Trisotech, H-Shield, Elevate ISOGARD GL, Layer(s): LRFIA or
Elevate ISOGARD Tremco #14 HD with X .
s142 ft spans; #12 HWH CG. Multi-Max FA3 Tremco 3" Metal 1per2.0 | Multi-Max FA3, Elevate ISOGARD CG, UltraMax or LRFIA(BG) SBS-TA (Optional) SBS-TA 60.0*
: Teks 5, 6” o.c. or UIt’ra—Max or ’ Insulation Plate ft2 Styrofoam Brand Roofmate, Highload 60 or Plazamate Coverboard: LRFIA SBS-TA ’
min. 2,500 psi Styrofoam Brand Coverboard: Min. 1-inch Monoboard Plus or min. 2-inch or LRFIA(BG), 6-
structural concrete ¥ ) TopRock DD Plus (no extrapolation permitted for ribbon inch o.c.
Roofmate, Highload ttach t)
60 or Plazamate 2 Mg
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, Trisotech G, Trisotech CGF, Trisotech, Elevate ISOGARD
Grade 33 steel; 6 ft CG or Styrofoam Brand Roofmate, Highload 60 or LRFIA or
span; #12 HWH Min. 2-inch 1per1.0 | Plazamate . APP-TA, (Optional) APP- | APP-TA, SBS-
S-143. ” . X . . LRFIA(BG), 6-inch -67.5
Teks 5, 6” o.c. or Trisotech G Note 2 ft2 Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA oc (BG), &-i SBS-TA TA, SBS-TA TA
min. 2,500 psi Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof h
structural concrete Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 22 ga., type B, Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
Grade 40 steel at 6 Trisotech G, Elevate | Tremco #15 EHD Trisotech G, Trisotech CGF, Trisotech, Elevate ISOGARD LRFIA or
5144 ft spans; two (2) ISOGARD CG or with Tremco 3” 1per1.3 | CG or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG), 6-inch APP-TA, (Optional) APP- | APP-TA, SBS- 112.5
: #12 HWH Teks 5 Styrofoam Brand Metal Insulation ft2 Plazamate oc ! SBS-TA TA, SBS-TA TA ’
with %-inch Roofmate, Highload | Plate Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof -
washers, 6” o.c. 60 or Plazamate Board
Min. 2-inch Additional Insulation Layer(s): (Optional) Min. 1-inch
. Trisotech G, Elevate Trisotech G, Trisotech CGF, EnergyGuard Polyiso
:‘5"'”& Ziga't' Wlpet BG ISOGARD GL, Insulation, Trisotech, H-Shield, Elevate ISOGARD GL,
rade steel a . .
E D Ti #14 HD with Multi-Max FA3, Elevate ISOGARD CG, UltraMax or .
S-145 ftspans; #12 HWH CIGevaMte IItS'-OMGaARFA3 T::ng 3” Meta\INI Lper20 Styrofoam Brand Roofmate, Highload 60 or Plazamate Hot halt APP-TA, (Optional) APP- | APP-TA, SBS- -60.0
: Teks 5, 67 o.c. or A ft2 v - 18 otaspha SBS-TA TA, SBS-TA TA :

min. 2,500 psi
structural concrete

Ultra-Max or
Styrofoam Brand
Roofmate, Highload
60 or Plazamate

Insulation Plate

Coverboard: Min. 0.5-inch DensDeck Prime, DEXcell FA
Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof
Board or SECUROCK Cement Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER
ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

SYSTEM TYPE B-1: MECHANICALLY A

NEmO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck Fastener Attach Attach MoP
No. (Note 1) Type I I Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
Min. 2-inch
Trisotech G, Elevate Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type B, ISOGARD GL, Trisotech G, Trisotech CGF, EnergyGuard Polyiso
ftr:::n‘:_o;f;em: Elevate ISOGARD | Tremco #14 HDwith |\, o | Insulation, Trisotech, H-Shield, Elevate [SOGARD GL, (Optional)
S-146. L, CG, Multi-Max FA3, Tremco 3” Metal ’ Multi-Max FA3, Elevate ISOGARD CG, UltraMax or Hot asphalt SBS-TA SBS-TA -60.0*
Teks 5, 6” o.c. or . ft2 ) SBS-TA
min. 2,500 psi Ultra-Max or Insulation Plate Styrofoam Brand Roofmate, Highload 60 or Plazamate
structural concrete Styrofoam Brand Coverboard: Min. 1-inch Monoboard Plus or min. 2-inch
Roofmate, Highload TopRock DD Plus
60 or Plazamate
Min. 22 ga., type B, | Min. 2-inch
Grade 35 steglr;)G ft | Trisotech G, Lretmcqtil: Heaw3
5147 span; #12 HWH EnergyGuard in“ ga‘?calun::";::el 1per | Min.0.25-inch DensDeck Prime or DEXcell FA Glass Mat Hot asphalt APP-TA, (Optional) APP- | APP-TA,SBS- | .
: Tgks 5,6” o.c.or Polyiso Insulation, PI;'ate or 3 in. Ribbed 1.45 ft2 Roof Board SBS-TA TA, SBS-TA TA !
min. 2,500 psi H-Shield, Elevate .
structural concrete ISOGARD GL Galvalume Plate
Min. 22 ga., type B, Min. 2-inch
Grade 33 steel; 6 ft Trisotech G, Elevate .
o148 span; #12 HWH ISOGARD GL, Multi- 1::222 g}‘:wi?a‘l"”th lper | Min.0.25-inch DensDeck Prime or DEXcell FA Glass Mat Hot asphalt APP-TA, (Optional) APP- | APP-TA,SBS- |
. Teks 5, 6” o.c. or Max FA3, Elevate 1.45 ft2 Roof Board SBS-TA TA, SBS-TA TA !

min. 2,500 psi
structural concrete

ISOGARD CG, Ultra-
Max

Insulation Plate
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER
system B, Thermal Barrier — Vapor Barrier Insulation Layer(s) — Roof Cover (Note 15) MDP
No. (Note 1) Type Fastener (Note 11) —— (Note 15) Type R Base Ply Ply Cap Ply (psf)
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Insulation Layer(s): One or more, min. 1-inch Trisotech
G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Min. 0.5-inch Base Ply: One Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, (Optional)
Min. 22 ga., DgnsDeck Tremco #15 EHD Fastener or two plies, Elevate ISOG.ARD CG, UltraMax or Styrofoam Brand BP-CA1 One or BP-CA1
149, Type B, Prime or with Tremco 3” Metal 1per2.0 BP-CA6, SBS- Roofmate, Highload 60 or Plazamate LRFIA or or SBS- more BP- or SBS- 45,0
Grade 40 SECUROCK Insulation Plate ft2 CA6 or SBS- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof LRFIA(BG) CA1 CA1 or SBS- CA1
steel Gypsum-Fiber TA Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof CA1
Roof Board Board, Structodek HD with Primed Red Coating or
SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Tremco #15 EHD Fastener Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, (Optional)
Min. 22 ga., Min. 0.5-inch with Tr'emco 3” Metal AVC Primer Elevate ISOGARD CG, UltraMax or Styrofoam Brand BP-CA1 One or BP-CA1
$-150. Type B, SECUROCK Insulation Plate or ACE 1per2.0 followed by Roofmate, Highload 60 or Plazamate LRFIA or or SBS- more BP- or SBS- 45.0%
Grade 40 Gypsum-Fiber | #15 with ACE 3” BE ft2 AVC Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof LRFIA(BG) CA1 CA1 or SBS- CA1
steel Roof Board Insulation Plate or ACE 3” Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof CA1
WW Insulation Plate Board, Structodek HD with Primed Red Coating or
SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Min. 0.5-inch Tremco #15 EHD Fastener AVC Primer or Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, (Optional)
Min. 22 ga., DensDeck with Tremco 3” Metal < Elevate ISOGARD CG, UltraMax or Styrofoam Brand
. . AVC Primer R BP-CA1 Oneor BP-CA1
151, Type B, Prime or Insulation Plate or ACE 1per 2.0 (WB) Roofmate, Highload 60 or Plazamate LRFIA or or SBS- more BP- or SBS- 45.0%
Grade 40 SECUROCK #15 with ACE 3” BE ft2 followed by Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof LRFIA(BG) CA1 CA1 or SBS- CA1
steel Gypsum-Fiber | Insulation Plate or ACE 3” AVC Max Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof CA1
Roof Board WW Insulation Plate Board, Structodek HD with Primed Red Coating or
SECUROCK Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Min. 22 ga., Tremco #15 EHD Fastener AVERmer
Type B, Min. 0.5-inch with Tremco 3” Metal = by Insulation Layer(s): (Optional) One or more, min. 1-inch
Grade 40 . AVCor AVC N N . BP-CAl BP-CAl
5152, steel; 6 ft SECUROCK InsuIaFlon Plate”or ACE 1per2.0 Primer or AVC Trisotech G, Trls.otech (;GF or Trisotech ‘ LRFIA or or SBS- None or SBS- 525+
span: #12 Gypsum-Fiber | #15 WIFh ACE 3” BE ft2 Primer (WB) Coverboard: Min. 0.5-inch DensDeck Prime or LRFIA(BG) CA1 CA1
HWH Teks 5, Roof Board Insulation P.Iate or ACE 3” followed by SECUROCK Gypsum Fiber Roof Board
6" o.c. WW Insulation Plate AVC Max
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BAR

IER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BON

DED ROOF COVER

NEmO | etc.e

Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck Attach Vapor Barrier yer(s) Attach MDP
No. (Note 1) Type Fastener (Note 11 (Note 15) Type Base PI Pl Cap Pl (psf)
YR (Note 11) (Note 17) P (Notes 6,7,8) v v PUy
) Tremco #14 HD Fastener
Min. 22 ga., Min. 0.5-inch | with Tremco 3” Metal Base Plv: O Insulation Layer(s): One or more, min. 1-inch Trisotech
gypz B;m DensDeck Insulation Plate or 0?:’:’0 yl.ies ne G, Trisotech CGF, EnergyGuard Polyiso Insulation, BP-CAL BP-CAL
s153 en ot Prime or Dekfast DF-#14-PH3 with | 1per1.8 | po'tP'cx | Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, | LRFIA or or SBS None o SBS 60.0*
: span,' #12 SECUROCK Dekfast PLT-R-3 or ACE ft2 CA6 or ;BS— Elevate ISOGARD CG or UltraMax LRFIA(BG) CAL CA1 :
HWHl Teks 5 Gypsum-Fiber | #15 with ACE 3” BE TA Coverboard: Min. 0.25-inch SECUROCK Gypsum-Fiber
6" o.c. " | Roof Board Insulation Plate or ACE 3” Roof Board
WW Insulation Plate
) Tremco #14 HD Fastener
1|\_/1In‘ éZ ga., with Tremco 3” Metal Base Ply: One Insulation Layer(s): One or more, min. 1-inch Trisotech
ypes, . . Insulation Plate or . G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Grade 40 Min. 0.5-nch | okfast DF-#14-PH3 with | 1per2.0 | © ™OPUS | Triotech, H-shield, Elevate ISOGARD GL, Multi-Max FA3, | LRFIA o BPCAL BPCAL
S-154. steel; 6 ft DensDeck BP-CAS6, SBS- or SBS- None or SBS- -67.5*
. . Dekfast PLT-R-3 or ACE ft2 Elevate ISOGARD CG or UltraMax LRFIA(BG)
span; #12 Prime ) " CAG6 or SBS- . . . CAl CAl
HWH Teks 5, #15 with ACE 3” BE TA Coverboard: Min. 0.5-inch DensDeck Prime or
6" o.c. Insulation Plate or ACE 3” SECUROCK Gypsum Fiber Roof Board
WW Insulation Plate
Min. 22 ga., Tremco #14 HD Fastener B Piv: O Insulation Layer(s): One or more, min. 1-inch Trisotech
gypj B;m Min. 0.5-inch with Tremco 3” Metal f:vev yI“es ne G, Trisotech CGF, EnergyGuard Polyiso Insulation, BP-CAL BP-CAL
5155 et SECUROCK Insulation Plate or ACE lper2.0 | oo t2Pies. | Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, | LRFIA or o ks None o Shs 67 5+
: ! Gypsum-Fiber | #15 with ACE 3” BE ft2 . Elevate ISOGARD CG or UltraMax LRFIA(BG) :
span; #12 . " CAG6 or SBS- ) } ) CAl CAl
HWH Teks 5, Roof Board Insulation Plate or ACE 3 TA Coverboard: Min. 0.5-inch DensDeck Prime or
6" o.c. WW Insulation Plate SECUROCK Gypsum Fiber Roof Board
Min. 22 ga., Tremco #14 HD Fastener
Type B, Min. 0.5-inch with Tremco 3” Metal Insulation Layer(s): One or more, min. 1-inch Trisotech
Grade 40 DensDeck Insulation Plate or Base Flyggne G, Trisotech CGF, EnergyGuard Polyiso Insulation
steel; 6 ft . : or two plies, . ! L LRFIA or BP-CA1 BP-CA1
Prime or Dekfast DF-#14-PH3 with 1perl.3 Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3,
S-156. span, #12 BP-CA®6, SBS- LRFIA(BG), 6- or SBS- None or SBS- -75.0*
SECUROCK Dekfast PLT-R-3 or ACE ft2 Elevate ISOGARD CG or UltraMax .
HWH Teks 5 ) ; " CAG6 or SBS- . ) ) incho.c. CAl CAl
with %7 Gypsum-Fiber | #15 with ACE 3” BE TA Coverboard: Min. 0.5-inch DensDeck Prime or
washers, 6” Roof Board Insulation Plate or ACE 3” SECUROCK Gypsum Fiber Roof Board
o.c WW Insulation Plate
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Additional Insulation Layer(s): Min. Trisotech G,
Tremco #12 DP Fastener Trisotech CGF, EnergyGuard Polyiso Insulation, (Optional)
Min. 0.5-inch or Tremco #14 HD B Plv: O Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, Onpe or BP-CAL
Min. 22 ga., DensDeck Fastener with Tremco 3” ase y‘_ "€ | Elevate ISOGARD CG, UltraMax or Styrofoam Brand ’
, . or two plies, K BP-CA6 more BP- BP-CA®6,
5157 type B, Prime or Metal Insulation Plate or 1 per3.2 BP-CAG. SBS- Roofmate, Highload 60 or Plazamate LRFIA or or SBS- CAL BP- SBS-CA1 45.0*
: Grade 40 SECUROCK ACE #12 or ACE #15 with ft2 CA6 or ,SBS— Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) CA6 CAG’ SBS- or SBS- ’
steel Gypsum-Fiber | ACE 3” BE Insulation Plate TA inch DensDeck Prime, DEXcell FA Glass Mat Roof Board CAl’or SBS- CAG
Roof Board or ACE 3” WW Insulation or SECUROCK Gypsum-Fiber Roof Board or SECUROCK CA6
Plate Cement Roof Board or min. 7/16-inch DEXcell Cement
Roof Board
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NEmO | etc.e
TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER
system B, Thermal Barrier — Vapor Barrier Insulation Layer(s) — Roof Cover (Note 15) MDP
No. (Note 1) Type Fastener (Note 11) I (Note 15) Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
Additional Insulation Layer(s): Min. Trisotech G,
Tremco #12 DP Fastener Trisotech CGF, EnergyGuard Polyiso Insulation, (Optional)
or Tremco #14 HD Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, One or BP-CA1
Min. 22 ga., Min. 0.5-inch Fastener with Tremco 3” ) Elevate ISOGARD CG, UltraMax or Styrofoam Brand !
. AVC Primer . BP-CA6 more BP- BP-CA6,
158, type B, SECUROCK Metal Insulation Plate or 1per3.2 followed by Roofmate, Highload 60 or Plazamate LRFIA or or SBS- CA1 BP- SBS-CA1 45.0*
Grade 40 Gypsum-Fiber | ACE #12 or ACE #15 with ft2 AVC Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) CA6 CA6, SBs- or SBS-
steel Roof Board ACE 3” BE Insulation Plate inch DensDeck Prime, DEXcell FA Glass Mat Roof Board CAllor SBS- CA6
or ACE 3” WW Insulation or SECUROCK Gypsum-Fiber Roof Board or SECUROCK CA6
Plate Cement Roof Board or min. 7/16-inch DEXcell Cement
Roof Board
Additional Insulation Layer(s): Min. 1-inch Trisotech G,
Tremco #12 DP Fastener Trisotech CGF, EnergyGuard Polyiso Insulation, (Optional)
Min. 0.5-inch or Tremco #14 HD AVC Primer or Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, One or BP-CA1
Min. 22 ga., DensDeck Fastener with Tremco 3” . Elevate ISOGARD CG, UltraMax or Styrofoam Brand !
i . AVC Primer . BP-CA6 more BP- BP-CA®6,
5150, type B, Prime or Metal Insulation Plate or 1per3.2 (WB) Roofmate, Highload 60 or Plazamate LRFIA or or SBS- CA1 BP- SBS-CA1 45.0*
Grade 40 SECUROCK ACE #12 or ACE #15 with ft2 Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) !
X ” . followed by T N i CA6 CA®b, SBS- or SBS-
steel Gypsum-Fiber | ACE 3” BE Insulation Plate AVC Max inch DensDeck Prime, DEXcell FA Glass Mat Roof Board CA1 or SBS- CAG
Roof Board or ACE 3” WW Insulation or SECUROCK Gypsum-Fiber Roof Board or SECUROCK CA6
Plate Cement Roof Board or min. 7/16-inch DEXcell Cement
Roof Board
Min. 22 ga., AVC Primer (Optional)
Type B, Min. 0.5-inch followed by m@@: (Optional) O.ne or more, min. 1-inch One or BP-CA1,
Grade 40 SECUROCK Tremco #15 EHD Fastener 1per2.0 AVC or AVC Trisotech G, Trisotech CGF or Trisotech LRFIA or BP-CA6 more BP- BP-CA®6,
S-160. steel; 6 ft Gypsum-Fiber with Tremco 3” Metal f2 Primer or AVC | Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) or SBS- CA1l, BP- SBS-CA1 -52.5
span; #12 Roof Board Insulation Plate Primer (WB) inch DensDeck Prime or SECUROCK Gypsum Fiber Roof CA6 CA6, SBS- or SBS-
HWH Teks 5, followed by Board CA1 or SBS- CA6
6" o.c. AVC Max CA6
Min. 0.5-inch
Min. 22 ga., DEXcell FA Insulation Layer(s): One or more, min. 1-inch Trisotech (Optional)
Type B, Glass Mat Tremco #14 HD Fastener G, Trisotech CGF, EnergyGuard Polyiso Insulation, One or BP-CA1,
Grade 40 Roof Board, with Tremco 3” Metal 1per18 Base Ply: One | Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, LRFIA or BP-CA6 more BP- BP-CA6,
S-161. steel; 6 ft DensDeck Insulation Plate or f2 ’ or two plies, Elevate ISOGARD CG, UltraMax or Styrofoam Brand LRFIA(BG) or SBS- CA1, BP- SBS-CA1 -60.0
span; #12 Prime or Dekfast DF-#14-PH3 with SBS-TA Roofmate, Highload 60 or Plazamate CA6 CA®6, SBS- or SBS-
HWH Teks 5, | SECUROCK Dekfast PLT-R-3 Coverboard: Min. 0.25-inch SECUROCK Gypsum-Fiber CAlorSBS- | CA6
6”o.c. Gypsum-Fiber Roof Board CA6
Roof Board
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER
System P Thermal Barrier — Vapor Barrier Insulation Layer(s) — Roof Cover (Note 15) MDP
No. (Note 1) Type Fastener (Note 11) —— (Note 15) Type R Base Ply Ply Cap Ply sf
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Tremco #14 HD Fastener Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, (Optional) BP-CA1,
Grade 40 Min. 0.5-inch with Tremco 3” Metal 1per2.0 Base Ply: One | Elevate ISOGARD CG, UltraMax or Styrofoam Brand LRFIA or BP-CA6 One or BP-CA®6,
S-162. steel; 6 ft DensDeck Insulation Plate or f2 ’ or two plies, Roofmate, Highload 60 or Plazamate LRFIA(BG) or SBS- more BP- SBS-CA1 -67.5
span; #12 Prime Dekfast DF-#14-PH3 with SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof CA6 CAG6 or SBS- or SBS-
HWH Teks 5, Dekfast PLT-R-3 Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof CA6 CA6
6" o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Min. 0.5-inch Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, (Optional) BP-CA1,
Grade 40 DEXcell FA Dekfast DF-#14-PH3 with 1 per 2.0 Base Plyf One | Elevate ISOG.ARD CG, UltraMax or Styrofoam Brand LRFIA or BP-CA6 One or BP-CA6,
S-163. steel; 6 ft Glass Mat Dekfast PLT-R-3 f2 or two plies, Roofmate, Highload 60 or Plazamate LRFIA(BG) or SBS- more BP- SBS-CA1 -67.5
span; #12 Roof Board SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof CA6 CAG6 or SBS- or SBS-
HWH Teks 5, | OOt Boar Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof CA6 CA6
6" o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Min. 0.5-inch Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, (Optional) BP-CA1,
Grade 40 SECUROCK Tremco #14 HD Fastener 1 per 2.0 Base Ply: One | Elevate ISOGARD CG, UltraMax or Styrofoam Brand LRFIA or BP-CA6 One or BP-CA®6,
S-164. steel; 6 ft Gypsum-Fiber with Tremco 3” Metal f2 or two plies, Roofmate, Highload 60 or Plazamate LRFIA(BG) or SBS- more BP- SBS-CA1 -67.5
span; #12 Roof Board Insulation Plate SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof CA6 CA6 or SBS- or SBS-
HWH Teks 5, Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof CA6 CA6
6" o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
2’””- éz ga., Insulation Layer(s): One or more, min. 1-inch Trisotech
ype b, Min. 0.5-inch G, Trisotech CGF, EnergyGuard Polyiso Insulation, )
Grade 40 DensDeck Tremco #1488 ST Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, (Optional)
steel; 6 ft . with Tremco 3” Metal Base Ply: One LRFIA or BP-CA6 One or BP-CA6
Prime or R 1perl.3 . Elevate ISOGARD CG, UltraMax or Styrofoam Brand
S-165. span, #12 Insulation Plate or ) or two plies, Roofmate. Highload 60 or Plazamate LRFIA(BG), 6- or SBS- more BP- or SBS- -90.0
HWHTekss | “ECUROCK ) boyface DF-#14-PH3 with ft SBS-TA oormate, High oac > ‘ inch o.c. cA6 CA6orSBS- | CA6
with %” Gypsum-Fiber Dekfast PLT-R3 Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK CAG
washers, 6” Roof Board Gypsum Fiber Roof Board or SECUROCK Cement Roof
o.c. Board or min. 7/16-inch DEXcell Cement Roof Board
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER
System P Thermal Barrier — Vapor Barrier Insulation Layer(s) — Roof Cover (Note 15) MDP
No. (Note 1) Type Fastener (Note 11) I (Note 15) Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
Additional Insulation Layer(s): Min. 1-inch Trisotech G,
Tremco #12 DP Fastener Trisotech CGF, EnergyGuard Polyiso Insulation,
Min. 0.5-inch or Tremco #14 HD Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, X
Min. 22 ga., DensDeck Fastener with Tremco 3” Base Plyf One Elevate ISOGARD CG, UltraMax or Styrofoam Brand (Optional)
_ . or two plies, . BP-CA5 One or BP-CA5
S-166. type B, Prime or Metal Insulation Plate or 1per3.2 BP-CAS, SBS- Roofmate, Highload 60 or Plazamate LRFIA or or SBS- more BP- or SBS- 45.0*
Grade 40 SECUROCK ACE #12 or ACE #15 with ft2 CAS or ,SBS- Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) CAS CAS or SBS- CAS
steel Gypsum-Fiber | ACE 3” BE Insulation Plate TA inch DensDeck Prime, DEXcell FA Glass Mat Roof Board CAS
Roof Board or ACE 3” WW Insulation or SECUROCK Gypsum-Fiber Roof Board or SECUROCK
Plate Cement Roof Board or min. 7/16-inch DEXcell Cement
Roof Board
Additional Insulation Layer(s): Min. 1-inch Trisotech G,
Tremco #12 DP Fastener Trisotech CGF, EnergyGuard Polyiso Insulation,
or Tremco #14 HD Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, (Optional)
Min. 22 ga., Min. 0.5-inch Fastener Wlth' Tremco 3” AVC Primer Elevate ISOGARD CG, UltraMax or Styrofoam Brand BP-CAS One or BP-CAS
$167. type B, SECUROCK Metal Insulation Plate or 1per3.2 followed by Roofmate, Highload 60 or Plazamate LRFIA or or SBS- more BP- or SBS- 45.0*
Grade 40 Gypsum-Fiber | ACE #12 or ACE #15 with ft2 AVC Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) CAS CAS or SBS- CAS
steel Roof Board ACE 3” BE Insulation Plate inch DensDeck Prime, DEXcell FA Glass Mat Roof Board CAS
or ACE 3” WW Insulation or SECUROCK Gypsum-Fiber Roof Board or SECUROCK
Plate Cement Roof Board or min. 7/16-inch DEXcell Cement
Roof Board
Additional Insulation Layer(s): Min. 1-inch Trisotech G,
Tremco #12 DP Fastener Trisotech CGF, EnergyGuard Polyiso Insulation,
Min. 0.5-inch or Tremco #14 HD AVC Primer o Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, (Optional)
Min. 22 ga., DensDeck Fastener with Tremco 3” Y Elevate ISOGARD CG, UltraMax or Styrofoam Brand
. . AVC Primer . BP-CA5 Oneor BP-CA5
5-168. type B, Prime or Metal Insulation PIate-or 1 per3.2 (WB) Roofmate, Highload 60 or Plazamate LRFIA or or SBS- more BP- or SBS- 45,0
Grade 40 SECUROCK ACE #12 or ACE #15 with ft2 followed by Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) CAS CAS or SBS- CAS
steel Gypsum-Fiber | ACE 3” BE Insulation Plate AVC Max inch DensDeck Prime, DEXcell FA Glass Mat Roof Board CAS
Roof Board or ACE 3” WW Insulation or SECUROCK Gypsum-Fiber Roof Board or SECUROCK
Plate Cement Roof Board or min. 7/16-inch DEXcell Cement
Roof Board
Min. 22 ga., AVC Primer
Type B, Min. 0.5-inch followed by Inéulation Laygr(s[: (Optional) O.ne or more, min. 1-inch (Optional)
Grade 40 SECUROCK Tremco #15 EHD Fastener 1 per 2.0 AVC or AVC Trisotech G, Trisotech CGF or Trisotech LRFIA or BP-CAS5 One or BP-CAS5
S-169. steel; 6 ft Gypsum-Fiber with Tremco 3” Metal f2 Primer or AVC | Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) or SBS- more BP- or SBS- -52.5
span; #12 Roof Board Insulation Plate Primer (WB) inch DensDeck Prime or SECUROCK Gypsum Fiber Roof CA5 CAS5 or SBS- CA5
HWH Teks 5, followed by Board CAS
6" o.c. AVC Max
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER
System P Thermal Barrier — Vapor Barrier Insulation Layer(s) — Roof Cover (Note 15) MDP
No. (Note 1) Type Fastener (Note 11) I (Note 15) Type Notes 6.7 8 Base Ply Ply Cap Ply sf
Min. 0.5-inch
Min. 22 ga., DEXcell FA Insulation Layer(s): One or more, min. 1-inch Trisotech
Type B, Glass Mat Tremco #14 HD Fastener Base Ply: One G, Trisotech CGF, EnergyGuard Polyiso Insulation, (Optional)
Grade 40 Roof Board, with Tremco 3” Metal 1per18 or two plies, Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, LRFIA or BP-CA5 One or BP-CA5
S-170. steel; 6 ft DensDeck Insulation Plate or f2 ’ BP-CA5, SBS- Elevate ISOGARD CG, UltraMax or Styrofoam Brand LRFIA(BG) or SBS- more BP- or SBS- -60.0
span; #12 Prime or Dekfast DF-#14-PH3 with CAS or SBS- Roofmate, Highload 60 or Plazamate CAS CAS or SBS- CAS
HWH Teks 5, | SECUROCK Dekfast PLT-R-3 TA Coverboard: Min. 0.25-inch SECUROCK Gypsum-Fiber CA5
6" o.c. Gypsum-Fiber Roof Board
Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Tremco #14 HD Fastener Base Ply: One Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, (Optional)
Grade 40 Min. 0.5-inch with Tremco 3” Metal 1 per 2.0 or two plies, Elevate ISOGARD CG, UltraMax or Styrofoam Brand LREIA or BP-CAS5 One or BP-CA5
S-171. steel; 6 ft DensDeck Insulation Plate or pftZ ’ BP-CA5, SBS- Roofmate, Highload 60 or Plazamate LRFIA(BG) or SBS- more BP- or SBS- -67.5
span; #12 Prime Dekfast DF-#14-PH3 with CAS5 or SBS- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof CA5 CAS5 or SBS- CA5
HWH Teks 5, Dekfast PLT-R-3 TA Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof CA5
6" o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Min. 0.5-inch Base PIy:. One Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, (Optional)
Grade 40 DEXcell FA Dekfast DF-#14-PH3 with 1 per 2.0 or two plies, Elevate ISOGARD CG, UltraMax or Styrofoam Brand LRFIA or BP-CA5 One or BP-CA5
S-172. steel; 6 ft Glass Mat Dekfast PLT-R-3 fi2 BP-CA5, SBS- Roofmate, Highload 60 or Plazamate LRFIA(BG) or SBS- more BP- or SBS- -67.5
span; #12 Roof Board CAS5 or SBS- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof CA5 CAS5 or SBS- CA5
HWH Teks 5, TA Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof CA5
6" o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Min. 0.5-inch Base Ply: One | Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, (Optional)
Grade 40 SECUROCK Tremco #14 HD Fastener 1per 2.0 or two plies, Elevate ISOGARD CG, UltraMax or Styrofoam Brand LRFIA or BP-CA5 One or BP-CA5
S-173. steel; 6 ft Gypsum-Fiber with Tremco 3” Metal f2 BP-CAS, SBS- Roofmate, Highload 60 or Plazamate LRFIA(BG) or SBS- more BP- or SBS- -67.5
span; #12 Roof Board Insulation Plate CAS5 or SBS- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof CA5 CAS or SBS- CA5
HWH Teks 5, TA Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof CA5
6”o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
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NEmO | etc.e
TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER
Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck Attach Vapor Barrier yer(s) Attach MDP
No. (Note 1) Type Fastener (Note 11 (Note 15) Type Base PI Pl Cap Pl sf
yp (Note 11) (Note 17) yp (Notes 6,7,8) L/ A/ PRl
Min. 22 ga.,
Type B, Min. 0.5-inch Insulation Layer(s): One or more, min. 1-inch Trisotech )
Grade 40 Tremco #14 HD Fastener Base Ply: One - ) . (Optional)
DensDeck . ” : G, Trisotech CGF, EnergyGuard Polyiso Insulation,
steel; 6 ft . with Tremco 3” Metal or two plies, . . . LRFIA or BP-CA5 One or BP-CAS5
Prime or . 1perl3 Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3,
S-174. span, #12 SECUROCK Insulation Plate or f2 BP-CAS, SBS- Elevate ISOGARD CG. UltraMax or Stvrofoam Brand LRFIA(BG), 6- or SBS- more BP- or SBS- -82.5
HWH Teks 5 . Dekfast DF-#14-PH3 with CAS5 or SBS- . ! Y inch o.c. CAS CAS5 or SBS- CAS5
with %” Gypsum-Fiber Dekfast PLT-R-3 A Roofmate, Highload 60 or Plazamate CAS
washers, 6” Roof Board Coverboard: Min. 0.5-inch DensDeck, DensDeck Prime
o.C.
Min. 22 ga., Insulation Layer(s): One or more, min. 1-inch Trisotech
TypeB, G, Trisotech CGF, EnergyGuard Polyiso Insulation
Grade 40 Min. 0.5-inch | |Temco #14 HD Fastener Base Ply: One | ricotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, (Optional)
steel; 6 ft SECUROCK with Tremco 3” Metal 1 per1.3 or two plies, Elevate ISOGARD CG, UltraMax or Styrofoam Brand LRFIA or BP-CA5 One or BP-CA5
$-175. span, #12 v Fiber | IMsulation Plate or P e | BPCAS,SBS | L ehioad 60 or Plazamatey LRFIA(BG), 6- | or SBS- more BP- or SBS- -90.0
HWH Teks 5 vp Dekfast DF-#14-PH3 with CAS or SBS- » g . . inch o.c. CAS5 CA50rSBS- | CA5
with %” Roof Board Coverboard: Min. 0.5-inch SECUROCK Gypsum Fiber
4 Dekfast PLT-R-3 TA = N CA5
washers, 6” Roof Board or SECUROCK Cement Roof Board or min.
o.c. 7/16-inch DEXcell Cement Roof Board
HOT-ASPHALT-APPLIED BASE PLY:
Min. 22 ga., AVC Primer BP-CA1
Type B, Min. 0.5-inch followed by Insulation Layer(s): (Optional) One or more, min. 1-inch (Optional) BP-AA ’
Grade 40 _ Tremco #15 EHD Fastener AVC or AVC Trisotech G, Trisotech CGF or Trisotech One or ’
SECUROCK . ” 1 per 2.0 . \ . . LRFIA or BP-AA, SBS-CA1,
S-176. steel; 6 ft Gvosum-Fiber with Tremco 3” Metal f2 Primer or AVC | Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) SBS-AA more BP- SBS-AA -52.5
span; #12 RZZf Board Insulation Plate Primer (WB) inch DensDeck Prime or SECUROCK Gypsum Fiber Roof AA, SBS-AA or APP-
HWH Teks 5, followed by Board or APP-TA TA
6"o.c. AVC Max
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation, BP-CAL
Type B, Tremco #14 HD Fastener Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, (Optional) BP-AA ’
Grade 40 Min. 0.5-inch with Tremco 3” Metal 10ef2.0 Base Ply: One Elevate ISOGARD CG, UltraMax or Styrofoam Brand LRFIA or BP-AA One or SBS—CA,\l
S-177. steel; 6 ft DensDeck Insulation Plate or pftz ’ or two plies, Roofmate, Highload 60 or Plazamate LRFIA(BG) SBS—A/:\ more BP- SBS-AA ’ -67.5
span; #12 Prime Dekfast DF-#14-PH3 with SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof AA, SBS-AA or APP-
HWH Teks 5, Dekfast PLT-R-3 Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof or APP-TA TA
6”o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation, BP-CA1
Type B, . . Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, (Optional) ’
Grade 40 Min. 0.gich Base Ply: O Elevate ISOGARD CG, UltraMax or Styrofoam Brand One or BP-AA,
rade DEXcell FA Dekfast DF-#14-PH3 with | 1per2.0 | Cac€ry:0One ) ’ Y LRFIA or BP-AA, SBS-CAL,
S-178. steel; 6 ft Glass Mat Dekfast PLT-R-3 f2 or two plies, Roofmate, Highload 60 or Plazamate LRFIA(BG) SBS-AA more BP- SBS-AA -67.5
span; #12 Roof Board SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof AA, SBS-AA or APP-
HWH Teks 5, Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof or APP-TA .
6”o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
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NEmO | etc.e
TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER
system B, Thermal Barrier — Vapor Barrier Insulation Layer(s) — Roof Cover (Note 15) MDP
No. (Note 1) Type Fastener (Note 11) —— (Note 15) Type R Base Ply Ply Cap Ply sf
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation, BP-CA1
Type B, Min. 0.5-inch Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, (Optional) BP-AA ’
Grade 40 . Tremco #14 HD Fastener Base Ply: One Elevate ISOGARD CG, UltraMax or Styrofoam Brand One or !
SECUROCK A " 1 per2.0 : X LRFIA or BP-AA, SBS-CA1,
S-179. steel; 6 ft Gypsum-Fiber with Tremco 3” Metal f2 or two plies, Roofmate, Highload 60 or Plazamate LRFIA(BG) SBS-AA more BP- SBS-AA -67.5
span; #12 Roof Board Insulation Plate SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof AA, SBS-AA or APP-
HWH Teks 5, Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof or APP-TA .
6" o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
_'l‘_’””- EZ ga., Insulation Layer(s): One or more, min. 1-inch Trisotech
YPe B, Min. 0.5-inch G, Trisotech CGF, EnergyGuard Polyiso Insulation, ) BP-CAL,
Grade 40 DensDeck Tremco #14 HD Fastener Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, (Optional) BP-AA,
steel; 6 ft Prime or with Tr'emco 3" Metal 1perl.3 Base PIy:' One Elevate ISOGARD CG, UltraMax or Styrofoam Brand LRFIA or BP-AA, One or SBS-CA1,
S-180. span, #12 Insulation Plate or or two plies, : LRFIA(BG), 6- more BP- -90.0
SECUROCK . ft2 Roofmate, Highload 60 or Plazamate X SBS-AA SBS-AA
HWH Teks 5 . Dekfast DF-#14-PH3 with SBS-TA . R . inch o.c. AA, SBS-AA
with %” Gypsum-Fiber Dekfast PLT-R-3 Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK or APP-TA or APP-
washers, 6” Roof Board Gypsum Fiber Roof Board or SECUROCK Cement Roof TA
o.c. Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., AVC Primer
Type B, . ) followed by . . . ) ) .
G&;:de 0 Min. 0.5-inch Tremco #15 EHD Fastener AVC or AVC In§ulatlon Laygr(s). (Optional) O.ne or more, min. 1-inch (Optional)
5181, steel; 6 ft SECUROCK with Tremco 3” Metal 1 perZZ.O Primer or AVC Trisotech G, Trls.otech FGF or Trisotech - LRFIA or SBS-AA One or SBS-TA 525
span; #12 Gypsum-Fiber Insulation Plate ft Primer (WB) Coverboard: Min. 0.5.—|nch DensDeck Prime or LRFIA(BG) more SBS-
HWH Teks 5, Roof Board followed by SECUROCK Gypsum Fiber Roof Board AA, SBS-TA
6” o.c. AVC Max
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Tremco #14 HD Fastener Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, (Optional)
Grade 40 Min. 0.5-inch with Tremco 3” Metal 1 per 2.0 Base Ply: One Elevate ISOGARD CG, UltraMax or Styrofoam Brand LRFIA or One or
S-182. steel; 6 ft DensDeck Insulation Plate or pftZ ’ or two plies, Roofmate, Highload 60 or Plazamate LRFIA(BG SBS-AA SBS SBS-TA -67.5
span; #12 | Prime Dekfast DF-#14-PH3 with SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof (BG) A Sheta
HWH Teks 5, Dekfast PLT-R-3 Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof !
6" o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Min. 0.5-inch Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, (Optional)
Grade 40 DEXcell FA Dekfast DF-#14-PH3 with 1per2.0 Base PIy:. One Elevate ISOGARD CG, UltraMax or Styrofoam Brand LRFIA or One or
S-183. steel; 6 ft Glass Mat Dekfast PLT-R-3 f2 or two plies, Roofmate, Highload 60 or Plazamate LRFIA(BG) SBS-AA more SBS- SBS-TA -67.5
span; #12 Roof Board SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof AA SBS-TA
HWH Teks 5, oot Boar Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof ’
6" o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER
Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck Attach Vapor Barrier yer(s) Attach MDP
No. (Note 1) Type Fastener (Note 11 (Note 15) Type Base PI Pl Cap Pl sf
yp (Note 11) (Note 17) yp (Notes 6,7,8) L/ A/ PRl
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, R r Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, .
Grade 40 Min. 0.5-inch Tremco #14 HD Fastener Base Ply: One Elevate ISOGARD CG, UltraMax or Styrofoam Brand (Optional)
SECUROCK R ” 1per2.0 X . LRFIA or Oneor
S-184. steel; 6 ft Gvosum-Fiber with Tremco 3” Metal f2 or two plies, Roofmate, Highload 60 or Plazamate LRFIA(BG) SBS-AA more SBS- SBS-TA -67.5
span; #12 Rng Board Insulation Plate SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof AA SBS-TA
HWH Teks 5, Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof ’
6" o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Min. 22 ga., Insulation Layer(s): One or more, min. 1-inch Trisotech
Type B, Min. 0.5-inch G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Grade40 | pongpeck Tremco #14 HD Fastener Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, (Optional)
steel; 6 ft Prime or with Tremco 3" Metal 1perl.3 Base Ply: One Elevate ISOGARD CG, UltraMax or Styrofoam Brand LRFIA or One or
S-185. span, #12 Insulation Plate or per L. or two plies, . . ¥ LRFIA(BG), 6- SBS-AA SBS-TA -90.0
SECUROCK . ft2 Roofmate, Highload 60 or Plazamate X more SBS-
HWH Teks 5 ) Dekfast DF-#14-PH3 with SBS-TA . ; ) inch o.c.
with %” Gypsum-Fiber Dekfast PLT-R-3 Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK AA, SBS-TA
washers, 6” Roof Board Gypsum Fiber Roof Board or SECUROCK Cement Roof
o.c. Board or min. 7/16-inch DEXcell Cement Roof Board
SEBS-APPLIED BASE PLY:
Min. 22 ga., AVC Primer
Type B, Min. 0.5-inch followed by Insulation Layer(s): (Optional) One or more, min. 1-inch
Grade 40 SEC(JR.OCK Tremco #15 EHD Fastener 1 per 2.0 AVC or AVC Trisotech G, Trisotech CGF or Trisotech LREIA or BP-SEBS (Optional)
S-186. steel; 6 ft Gvpsum-Fiber with Tremco 3” Metal pftZ ’ Primer or AVC | Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) SBS-SEBlS BP-SEBS, SBS-SEBS -52.5
span; #12 RZZf Board Insulation Plate Primer (WB) inch DensDeck Prime or SECUROCK Gypsum Fiber Roof SBS-SEBS
HWH Teks 5, followed by Board
6" o.c. AVC Max
Tremco #14 HD Fastend Ad‘dltlonal InstJ-Iatlon Layer(s): (Optional) Mln,‘ 1-inch
Min. 22 ga., with Tremco 3” Metal Trisotech G, Trisotech CGF, EnergyGuard Polyiso
Type B, Insulation Plate or B PIv: O Insulation, Trisotech, H-Shield, Elevate ISOGARD GL,
Grade 40 Min. 0.5-inch De:fas't Ny .. W Off;o Vl'ies"e Multi-Max FA3, Elevate ISOGARD CG or UltraMax gp.segs | (Optional)
S-187. steel; 6 ft DensDeck pere. ples, Coverboard: Min. 0.125-inch TremBoard AC, min. 0.5- Hot asphalt , BP-SEBS, SBS-SEBS -60.0
, , Dekfast PLT-R-3 or ACE ft2 SBS-AA or =R o . SBS-SEBS
span; #12 Prime . ” inch Structodek HD with Primed Red Coating, DensDeck SBS-SEBS
#15 with ACE 3” BE SBS-TA X
HWH Teks 5, Insulation Plate o ACE 3" Prime, DEXcell FA Glass Mat Roof Board, SECUROCK
6”o.c. WW Insulation Plate Gypsum-Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof Board
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER
Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck Attach Vapor Barrier yer(s) Attach MDP
No. (Note 1) Type Fastener (Note 11 (Note 15) Type Base PI Pl Cap Pl sf
yp (Note 11) (Note 17) yp (Notes 6,7,8) L/ A/ PRl
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Tremco #14 HD Fastener Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3,
Grade 40 Min. 0.5-inch | with Tremco 3” Metal 1 per 2.0 Base Ply: One | Elevate ISOGARD CG, UltraMax or Styrofoam Brand LRFIA or BP-SEBS (Optional)
S-188. steel; 6 ft DensDeck Insulation Plate or pftz ’ or two plies, Roofmate, Highload 60 or Plazamate LRFIA(BG) SBS—SEB,S BP-SEBS, SBS-SEBS -67.5
span; #12 Prime Dekfast DF-#14-PH3 with SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof SBS-SEBS
HWH Teks 5, Dekfast PLT-R-3 Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof
6" o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Min. 0.5-inch Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3,
e 8 Elevate ISOGARD CG, UltraM Styrofoam Brand i
Grade 40 DEXcell FA Dekfast DF-#14-PH3 with 1per2.0 Base PIyA One evate : raMax or Styrofoam Bran LRFIA or BP-SEBS, (Optional)
S-189. steel; 6 ft Glass Mat Dekfast PLT-R-3 f2 or two plies, Roofmate, Highload 60 or Plazamate LRFIA(BG) SBS-SEBS BP-SEBS, SBS-SEBS -67.5
span; #12 Roof Board SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof SBS-SEBS
HWH Teks 5, Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof
6" o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Min. 0.5-inch Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3,
Grade 40 - Tremco #14 HD Fastener Base Ply: One Elevate ISOGARD CG, UltraMax or Styrofoam Brand (Optional)
SECUROCK A " 1 per2.0 : X LRFIA or BP-SEBS,
S-190. steel; 6 ft Gvosum-Fiber with Tremco 3” Metal f2 or two plies, Roofmate, Highload 60 or Plazamate LRFIA(BG) SBS-SEBS BP-SEBS, SBS-SEBS -67.5
span; #12 Rng Board Insulation Plate SBS-TA Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof SBS-SEBS
HWH Teks 5, Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof
6" o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Min. 22 ga., Insulation Layer(s): One or more, min. 1-inch Trisotech
Type B, Min. 0.5-inch G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Grade 40 DensDeck Tremeco #148F SIQEL Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, _
steel; 6 ft . with Tremco 3” Metal Base Ply: One LRFIA or (Optional)
Prime or R 1perl.3 . Elevate ISOGARD CG, UltraMax or Styrofoam Brand BP-SEBS,
S-191. span, #12 Insulation Plate or or two plies, R LRFIA(BG), 6- BP-SEBS, SBS-SEBS -90.0
SECUROCK . ft2 Roofmate, Highload 60 or Plazamate . SBS-SEBS
HWH Teks 5 ) Dekfast DF-#14-PH3 with SBS-TA . . . inch o.c. SBS-SEBS
with %” Gypsum-Fiber Dekfast PLT-R3 Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK
washers, 6” Roof Board Gypsum Fiber Roof Board or SECUROCK Cement Roof
o.c. Board or min. 7/16-inch DEXcell Cement Roof Board
TORCH-APPLIED BASE PLY:
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NEmO | etc.e
TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER
system B, Thermal Barrier — Vapor Barrier Insulation Layer(s) — Roof Cover (Note 15) MDP
No. (Note 1) Type Fastener (Note 11) I (Note 15) Type Notes 6.7 8 Base Ply Ply Cap Ply sf
Min. 22 ga., AVC Primer
gzz:;m Min. 0.5-inch Tremco #15 EHD Fastener ;ﬂt"g’fi\?g Inﬁulation Laye'r s): (Optional) O'ne or more, min. 1-inch .
5192, steel: 6 ft SECUROCK with Tremco 3” Metal 1per2.0 Primer or AVC Trisotech G, Trls.otech .CGF or Trisotech ' LRFIA or SBS-TA (Optional) SBS-TA 525
span; #12 Gypsum-Fiber Insulation Plate ft2 Primer (WB) Coverboard: Min. 0.§-|nch DensDeck Prime or LRFIA(BG) SBS-TA
HWH Teks 5, Roof Board followed by SECUROCK Gypsum Fiber Roof Board
6" o.c. AVC Max
Min. 0.5-inch
Min. 22 ga., DEXcell FA Insulation Layer(s): One or more, min. 1-inch Trisotech
Type B, Glass Mat Tremco #14 HD Fastener G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Grade 40 Roof Board, with Tremco 3” Metal 1per18 Base Ply: One Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, LRFIA or (Optional)
S-193. steel; 6 ft DensDeck Insulation Plate or f2 ’ or two plies, Elevate ISOGARD CG, UltraMax or Styrofoam Brand LRFIA(BG) SBS-TA SBS-TA SBS-TA -60.0
span; #12 Prime or Dekfast DF-#14-PH3 with SBS-TA Roofmate, Highload 60 or Plazamate
HWH Teks 5, | SECUROCK Dekfast PLT-R-3 Coverboard: Min. 0.25-inch SECUROCK Gypsum-Fiber
6" o.c. Gypsum-Fiber Roof Board
Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Tremco #14 HD Fastener Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3,
Grade 40 Min. 0.5-inch | with Tremco 3” Metal 1per2.0 Base Ply: One | Elevate ISOGARD CG, UltraMax or Styrofoam Brand LREIA or (Optional)
S-194. steel; 6 ft DensDeck Insulation Plate or f2 ’ or two plies, Roofmate, Highload 60 or Plazamate LRFIA(BG) SBS-TA SBS-TA SBS-TA -67.5
span; #12 Prime Dekfast DF-#14-PH3 with SBS-TA Coverboard: Min. 0.5-inch DensDeck Prime, DEXCell FA
HWH Teks 5, Dekfast PLT-R-3 Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof
6”o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Min. 0.5-inch Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3,
Grade 40 DEXcell FA Dekfast DF-#14-PH3 with | 1per2.0 | B2s€Ply:One | Elevate ISOGARD CG, UltraMax or Styrofoam Brand LRFIA or (Optional)
S-195. steel; 6 ft Glass Mat Dekfast PLT-R-3 f2 or two plies, Roofmate, Highload 60 or Plazamate LRFIA(BG) SBS-TA SBS-TA SBS-TA -67.5
span; #12 Roof Board SBS-TA Coverboard: Min. 0.5-inch DensDeck Prime, DEXCell FA
HWH Teks 5, Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof
6" o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Type B, Min. 0.5-inch Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3,
Grade 40 - Tremco #14 HD Fastener Base Ply: One Elevate ISOGARD CG, UltraMax or Styrofoam Brand .
SECUROCK \ » 1per2.0 . ) LRFIA or (Optional)
S-196. steel; 6 ft Gypsum-Fiber with Tremco 3” Metal f2 or two plies, Roofmate, Highload 60 or Plazamate LRFIA(BG) SBS-TA SBS-TA SBS-TA -67.5
span; #12 Roof Board Insulation Plate SBS-TA Coverboard: Min. 0.5-inch DensDeck Prime, DEXCell FA
HWH Teks 5, Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof
6”o.c. Board or SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ PEER-TRM-006.B.R19 for FL20325-R21 (HVHZ)
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SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BAR

TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

IER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BON

DED ROOF COVER

NEmO | etc.e

Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck Attach Vapor Barrier yer(s) Attach MDP
No. (Note 1) Type Fastener (Note 11 (Note 15) Type Base PI Pl Cap Pl sf
yp (Note 11) (Note 17) yp (Notes 6,7,8) L/ A/ PRl
Min. 22 ga., Insulation Layer(s): One or more, min. 1-inch Trisotech
TypeB, Min. 0.5-inch G, Trisotech CGF, EnergyGuard Polyiso Insulation,
G’adl_es“]? DensDeck Tr.‘:?;" H14 F;D 'fjsielner Bace P O Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3, | |-\
steel 61t Prime or with fremco et 1perl3 ase Fly: One Elevate ISOGARD CG, UltraMax or Styrofoam Brand or (Optional)
S-197. span, #12 Insulation Plate or ) or two plies, ) LRFIA(BG), 6- SBS-TA SBS-TA -90.0
HWH Teks 5 SECUROCK Dekfast DF-#14-PH3 with ft SBS-TA Roofmate, Highload 60 or Plazamate inch o.c SBS-TA
with % Gypsum-Fiber Dekfast PLT-R.3 Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK e
washers, 6” Roof Board Gypsum Fiber Roof Board or SECUROCK Cement Roof
o.c. Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., AVC Primer
Type B, Mi -inch followed by Insulation Layer(s): (Optional) One or more, min. 1-inch
Grade 40 in. 0.54nch | 1o #15 EHD Fastener AVC or AVC , r(s): (Optional) O Nl .
SECUROCK . ” 1per2.0 . Trisotech G, Trisotech CGF or Trisotech LRFIA or (Optional)
S-198. steel; 6 ft ) with Tremco 3” Metal Primer or AVC . ) . APP-TA APP-TA -52.5
span; #12 Gypsum-Fiber Insulation Plate ft2 Primer (WB) Coverboard: Min. 0.5-inch DensDeck Prime or LRFIA(BG) APP-TA
HWH Teks 5, Roof Board followed by SECUROCK Gypsum Fiber Roof Board
6" o.c. AVC Max
Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation
i Min. 0.5-inch I;‘:?chei]l:o? E:Z:glner Base Plvi one | TISOtECh, H-Shield, Elevate ISOGARD GL, Multi-Max FA3,
rade " ) 1per2.0 ase Fly: One Elevate ISOGARD CG, UltraMax or Styrofoam Brand LRFIA or (Optional)
S-199. steel; 6 ft DensDeck Insulation Plate or ) or two plies, ) APP-TA APP-TA -67.5
span: #12 Prime Dekfast DE-#14-PH3 with ft SBS-TA Roofmate, Highload 60 or Plazamate LRFIA(BG) APP-TA
HWH Teks 5, Dekfast PLT-R-3 Coverboard: Min. 0.5-inch DensDeck Prime, DEXCell FA
6" o.c. Glass Mat Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
) Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
gypz B;m Min. 0.5-inch Base PIv: O Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3,
5200 stI:eI'e ot DEXcell FA Dekfast DF-#14-PH3 with | 1 per 2.0 Of:‘;o ylliesne Elevate ISOGARD CG, UltraMax or Styrofoam Brand LRFIA or APPTA (Optional) APPTA 675
: Span’_ #12 Glass Mat Dekfast PLT-R-3 ft2 SBS—TAp ! Roofmate, Highload 60 or Plazamate LRFIA(BG) APP-TA '
HWH’ Teks 5 Roof Board Coverboard: Min. 0.5-inch DensDeck Prime, DEXCell FA
6" o.c. Glass Mat Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
) Insulation Layer(s): One or more, min. 1-inch Trisotech
Min. 22 ga., G, Trisotech CGF, EnergyGuard Polyiso Insulation,
e Min. 05dnch | L Base Plv: one | TrisOtech, H-shield, Elevate ISOGARD GL, Multi-Max FA3,
race SECUROCK _ " 1per2.0 | P3EFVONE | £oate ISOGARD CG, UltraMax or Styrofoam Brand LRFIA or (Optional)
S-201. steel; 6 ft X with Tremco 3” Metal or two plies, R APP-TA APP-TA -67.5
span; #12 Gypsum-Fiber Insulation Plate ft2 SBS-TA Roofmate, Highload 60 or Plazamate LRFIA(BG) APP-TA
HWH, Teks 5 Roof Board Coverboard: Min. 0.5-inch DensDeck Prime, DEXCell FA
6" o.c. Glass Mat Roof Board or SECUROCK Cement Roof Board
or min. 7/16-inch DEXcell Cement Roof Board
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TABLE 2p: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER
Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck Attach Vapor Barrier yer(s) Attach MDP
No. Note 1 T Fast (Note 11) Note 15 T Base Pl Pl Cap Pl sf
( ) ype astener (Note —— (Note 15) ype R ase Ply y ap Ply
Min. 22 ga., Insulation Layer(s): One or more, min. 1-inch Trisotech
TypeB, Min. 0.5-inch G, Trisotech CGF, EnergyGuard Polyiso Insulation,
Grade 40 DensDeck Tremco #14 HD Fastener Trisotech, H-Shield, Elevate ISOGARD GL, Multi-Max FA3,
steel; 6 ft Prime or with Tremco 3" Metal 1perl.3 Base Ply: One Elevate ISOGARD CG, UltraMax or Styrofoam Brand LRFIA or (Optional)
5-202. span, #12 Insulation Plate or PET L2 1 or two plies, ) ’ ¥ LRFIA(BG), 6- | APP-TA P APP-TA -90.0
SECUROCK X ft2 Roofmate, Highload 60 or Plazamate N APP-TA
HWH Teks 5 ) Dekfast DF-#14-PH3 with SBS-TA . A ) inch o.c.
with %” Gypsum-Fiber Dekfast PLT-R-3 Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK
washers, 6” Roof Board Gypsum Fiber Roof Board or SECUROCK Cement Roof
o.c. Board or min. 7/16-inch DEXcell Cement Roof Board
TABLE 2e: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SysTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER
Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer P v - MDP
No. Note 1 (Note 3, Note 13) Type Fastener (Note 11) ac Base Pl Pl Cap Pl (psf)
— . Wi B (Note 17) V o il
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Note 2 1 per 1.3 ft?
s £ c £ c £ ¢
SRR R R
Min. 0.5-inch |
Min. 22 ga., type B, Grade 40 One o.r mf)re Iay'ers, any DensDeck Prime, (Optional) One or
steel; 6 ft span; #12 HWH Teks 5, combination, min. 1.5- SECUROCK Gypsum- 14 BP-CA1 or SBS- BP-CA1 or SBS-
S-203. ” R . X A . c more BP-CA1 or -45.0
6" 0.c. or min. 2,500 psi inch total thickness, Fiber Roof Board or ‘ 4 | Al SBS-CA1 AL
structural concrete loose laid Structodek HD with £ T
Primed Red Coating S £
i 2
£ = c
L ey o~
— —
One or more layers, any | Min. 1-inch Roxul . 12-inch o.c. .
i 15 EHD
Min. 22 ga., type B’,,Grade 40 combination, min. 1.5- MonoBoard Plus or Tremco # .5 HD Fastener with through BP-CA1 or SBS- (Optional) One or BP-CA1 or SBS-
S-204. steel; 6 ft span; 5/8” puddle inch total thickness Min. 2-inch TopRock Trufast Coiled Batten Bar-Deep bars spaced | CA1 more BP-CA1 or CA1 -52.5
welds, 6 o.c. _ g : P Well (BB-20R-3-DW) 5 sP SBS-CAL
loose laid DD Plus 18-inch o.c.
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 22 ga., type B, Grade 33 One or more layers, any | Min. 0.5-inch (Optional) One or BP-CAL BP-
steel; 6 ft span; #12 HWH Teks 5, combination, min. 1.5- DensDeck Prime or BP-CA6 or SBS- more BP-CA1, BP- !
2 5 . L . ’ . N 2 1 1.6 ft2 ! , SBS-CA1 -60.
5-205 6” 0.c. or min. 2,500 psi inch total thickness, SECUROCK Gypsum- Note 2 per 1.6 1t CAb CAG, SBS-CA1 or grAng—(?A(E:SA o0
structural concrete loose laid Fiber Roof Board SBS-CA6
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TABLE 2e: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RE

NEmO | etc.e

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer P y e MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 11 ac Base PI Pl Cap PI sf
yp (Note 11) (Note 17) y y p Ply
i (6] | Min. 1-inch R | 12-inch o.c.
Min. 22 ga., type B, Grade 40 ne or more fayers, any n. L-inch Roxu Tremco #15 EHD Fastener with NG (Optional) One or BP-CA1, BP-
steel; 6 ft span; 5/8” puddle combination, min. 1.5- MonoBoard Plus or R through BP-CAG6 or SBS-
S-206. " . . . X X . Trufast Coiled Batten Bar-Deep more BP-CA1 or CA®6, SBS-CA1 -60.0
welds, 6” o.c. or min. 2,500 psi inch total thickness, Min. 2-inch TopRock Well (BB-20R-3-DW) bars spaced | CA6 SBS-CA1 or SBS-CA6
structural concrete loose laid DD Plus 18-inch o.c.
Min. 22 ga., type B, Grade 40 One o.r mf)re Iay.ers, any | Min. L-inch Roxul Tremco #15 EHD Fastener with L2-InciRQe. (Optional) One or BP-CA1, BP-
steel; 6 ft span; 5/8” puddle combination, min. 1.5- MonoBoard Plus or R through BP-CA6 or SBS-
S-207. ” A . ) X X . Trufast Coiled Batten Bar-Deep more BP-CA6 or CA6, SBS-CA1 -67.5
welds, 6” o.c. or min. 2,500 psi inch total thickness, Min. 2-inch TopRock Well (BB-20R-3-DW) bars spaced | CA6 SBS-CAG or SBS-CA6
structural concrete loose laid DD Plus 18-inch o.c.
Dekfast DF-#15-PH3 with Dekfast
One or more layers, any PLT-R-3, Tremco #1510 XHD .
Min. 22 ga., type B, Grade 80 A R ) . r . » ) : (Optional) One or BP-CA1, BP-
5-208. | steel; 6 ft span, #12 HWH Teks 5 _°°“Qtt"”tat|';:‘f min. 157 | M. 2225 ':gh Ny W'Ft,:‘ fremeo 3 Z'f::f_m Lper20fe | PO | moresp-cagor | ca6 sBs.CAL | 675
with %" washers, 6” o.c. inch total thickness, remBoar alvalume Plate, Tremco #15 SBS-CAG or SBS-CAG
loose laid with Tremco 3” Metal Insulation
Plate
One or more layers, any Tremco #1510 XHD Fastener with .
Min. 22 ga., type B, Grade 80 — R ) . P - ) ) (Optional) One or BP-CA1, BP-
5209, steel; 6 ft span; #12 HWH Teks 5 .comblnatlon., min. 1.5 Min. 0.5 mch Tremco 3-in. Ribbed Qalvalume Plalte 1 per 2.0 ft2 BP-CA6 or SBS more BP-CAG or CAG, SBS-CAL 75.0
S am B inch total thickness, DensDeck Prime or Tremco #15 EHD with Tremco 3 CA6
with %” washers, 6” o.c. ; SBS-CA6 or SBS-CA6
loose laid Metal Insulation Plate
One or more layers, any : : )
Min. 22 ga., type B, Grade 80 — R ) Min. 0.5-inch ) " ) ) (Optional) One or BP-CA1, BP-
5-210. steel; 6 ft span; #12 HWH Teks 5 T:C”Qﬁg‘tztl';:c I’(‘:]';SI'S SECUROCK Gypsum- erglcfn‘:ilsa Eg: ;“I’:t';“emw 3 1 per 2.0 f2 22 GCAG OrsSBS- | 1 ore BP-CAG or CA6, SBS-CAL 75.0
with %” washers, 6” o.c. ) ! Fiber Roof Board SBS-CA6 or SBS-CA6
loose laid
Min. 22 ga., type B, Grade 33 One or more layers, any | Min. 0.5-inch ional BP-CA1 BP-
steel; 6 t span, two (2) #12 HWH | combination, min. 1.5- | DensDeck Prime or Tremco #14 HD with Tremco 3” , | BP-CA6 or SBS- (Optional) One or CAL
S-211. S 3 " . K . 1per1.3ft more BP-CA6 or CA®6, SBS-CA1 -97.5
Teks 5 with %” washers, 6” o.c. or | inch total thickness, SECUROCK Gypsum- Metal Insulation Plate CA6
min. 2,500 psi structural concrete | |gose laid Fiber Roof Board SBS-CA6 or SBS-CA6
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 0.25-inch
Min. 22 s, tvoe B. Grade 40 SO |overs, any DenDeck, DensDeck POWERply Endure | (Optional) POWERply | POWERply Endure
o e s WWH Teke 5. | combination. min. 1.5. | Prime, DEXcell FA 1per2.0ft’ | 100,200,3000r | Endure 100,200,300 | 100, 200, 300 or
S-212. 6o C or mpin ’2 500 psi N h | h" K o Glass Mat Roof Board Note 2 (min. #14 fasteners only) (16 per 4x8 | 320 Smooth in or 320 Smooth in 320FRin -52.5%
o 2P0 inggtotal thickiyges, or SECUROCK ft board) POWERply Endure | POWERply Endure POWERply Endure
structural concrete loose laid . . .
Gypsum-Fiber Roof BIO Adhesive TF BIO Adhesive TF BIO Adhesive TF
Board
. One or more layers, an . . POWERply Endure | (Optional) POWERply POWERply Endure
’s\g;]-zezfi? ;ﬁfﬁ i@d:{‘eoks s | coMnation myin ! 5_y Min. 0.5-inch 1per2.0ft | 100,200,3000r | Endure 100,200,300 | 100, 200, 300 or
S-213. 6o 'C or mpin '2 500 psi Tl h | h'l K o Structodek HD with Note 2 (min. #14 fasteners only) (16 per 4x8 | 320 Smooth in or 320 Smooth in 320FRin -60.0*
¢ .t. | y ,t P Inc tOt_a thickness, Primed Red Coating ft board) POWERply Endure | POWERply Endure POWERply Endure
structural concrete loose laid BIO Adhesive TF BIO Adhesive TF BIO Adhesive TF
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TABLE 2e: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RE

NEmO | etc.e

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer P y e MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 11 ac Base Pl Pl Cap Pl sf
yp (Note 11) (Note 17) y y p Ply
Min. 22 ga., type B, Grade 33 One or more layers, any | Min. 0.5-inch (Optional) One or
5214 steel; 6 ft span; #12 HWH Teks 5, combination, min. 1.5- DensDeck Prime or Note 2 1 per 1.6 ft2 BP-CAS or SBS- mc?re BP-CAS or BP-CAS or SBS- -60.0
: 6” 0.c. or min. 2,500 psi inch total thickness, SECUROCK Gypsum- — per % CAS5 SBS-CAS CA5 '
structural concrete loose laid Fiber Roof Board
) One or more layers, any | Min. 1-inch Roxul . 12-inch o.c. .
Min. 22 ga., type B',,Grade 40 combination, min. 1.5- MonoBoard Plus or Tremco #1.5 EHD Fasteneregith through BP-CAS or SBS- (Optional) One or BP-CAS or SBS-
S-215. steel; 6 ft span; 5/8” puddle inch total thickness Min. 2-inch TopRock Trufast Coiled Batten Bar-Deep bars spaced | CAS more BP-CAS or CAS -67.5
welds, 6” o.c. . ! ’ P Well (BB-20R-3-DW) . : SBS-CA5
loose laid DD Plus 18-inch o.c.
Dekfast DF-#15-PH3 with Dekfast
. g One or more layers, any | Min. 0.125-inch PLT-R-3, Tremco #1510 XHD (Optional) One or
Min. 22 ga., type B, Grade 80 combination, min. 1.5- TremBoard AC or Fastener with Tremco 3” Ribbed , | BP-CAS or SBS- P BP-CAS or SBS-
S-216. steel; 6 ft span, #12 HWH Teks 5 ) . ) 1 per2.0ft more BP-CA5S or -67.5
s M inch total thickness, STURDY-DEK Asphaltic | Galvalume Plate, Tremco #15 EHD CA5 CAS5
with %” washers, 6” o.c. : ) ” : SBS-CA5
loose laid Coverboard with Tremco 3” Metal Insulation
Plate
Min. 22 tvpe B, Grade 80 One or more layers, any Tremco #1510 XHD Fastener with (Optional) One or
in. 22 ga., type B, Grade i : _ : = N . ~ ~ _ ~
5217, steel; 6 ft span; #12 HWH Teks 5 .comblnatlon., min. 1.5 Min. 0.5 mch Tremco 3-in. Ribbed Qalvalume Pla:lte 1 per 2.0 ft2 BP-CA5 or SBS more BP-CAS or BP-CAS or SBS 75.0
S am B inch total thickness, DensDeck Prime or Tremco #15 EHD with Tremco 3 CAS5 CA5
with %” washers, 6” o.c. ¢ : SBS-CA5
loose laid Metal Insulation Plate
One or more layers, any : . )
Min. 22 ga., type B, Grade 80 — R ) Min. 0.5-inch ) " : : (Optional) One or : )
$-218. | steel; 6 ft span; #12 HWH Teks 5 .C:cnr:kil:;tlfr:c I’(‘:]';Sl's SECUROCK Gypsum- erglcfn‘:ilsa EEE ;"I’:t';”emm 3 1 per 2.0 ft2 EiSCAS OrsSBS- | 1 ore BP-CAS or gZSCAS orSBS -75.0
with %” washers, 6” o.c. . ! Fiber Roof Board SBS-CAS5
loose laid
Min. 22 ga., type B, Grade 33 One or more layers, any (Optional) One or
$-219 steel; 6 ft span, two (2) #12 HWH combination, min. 1.5- Min. 0.5-inch Dens Tremco #14 HD with Tremco 3” 1 per 1.3 ft2 BP-CA5S or SBS- more BP-CAS or BP-CA5S or SBS- 825
’ Teks 5 with %” washers, 6” o.c. or | inch total thickness, Deck Prime Metal Insulation Plate per % CAS5 CAS ’
min. 2,500 psi structural concrete loose laid SBS-CAS
Dekfast DF-#15-PH3 with Dekfast
One or more layers, any . . PLT-R-3, Tremco #1510 XHD .
Min. 22 ga., type B, Grade 80 A R Min. 0.5-inch . "o (Optional) One or
. 1.5- BP- BS- BP- BS-
$220. steel: 6 ft span, #12 HWH Teks 5 'comblnat|or'{, min. 1.5 SECUROCK Gypsum- Fastener with Tremco 3” Ribbed 1 per 1.0 ft2 P-CAS5 or SBS more BP-CAS or P-CA5 or SBS -165.0
N M inch total thickness, . Galvalume Plate, Tremco #15 EHD CA5 CAS
with %” washers, 6” o.c. . Fiber Roof Board . ” . SBS-CA5
loose laid with Tremco 3” Metal Insulation
Plate

HOT-ASPHALT-APPLIED BASE PLY:
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TABLE 2e: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RE

NEmO | etc.e

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer P y e MDP
No. Note 1 (Note 3, Note 13) Type Fastener (Note 11) ac Base PI Pl Cap PI sf
(Note 1) Note 3, yp ote Note 17 y y p Ply (psf)
Min. 0.25-inch
| DenDeck, DensDeck
5 pet ateto | 0601 e VTS 1 g il Lper 201 | FoNTaEne | opiorm oy | ey
N steel; span; eKs S, )y P e 1 . , , or ndure , , , , or _ *
S-221. 6" 0.¢. or min. 2,500 psi inch total thickness, Glass Mat Roof Board Note 2 (min. #14 fasteners only) (16 per 4x8 320 Smooth in or 320 Smooth in hot | 320 FR in hot 52.5
structural concrete loose laid or SECUROCK ft board) hot asphalt asphalt asphalt
Gypsum-Fiber Roof
Board
Min. 22 ga., type B, Grade 40 One or more layers, any Min. 0.5-inch 1 per 2.0 f2 POWERply Endure | (Optional) POWERply POWERply Endure
steel; 6 ft span; #12 HWH Teks 5, combination, min. 1.5- T . . 100, 200, 300 or Endure 100, 200, 300 100, 200, 300 or %
S-222. 6" 0.¢. or min. 2,500 psi inch total thickness, Str.’uctodek HD w.|th Note 2 (min. #14 fasteners only) (16 per 4x8 320 Smooth in or 320 Smooth in hot | 320 FR in hot -60.0
structural concrete loose laid Primed Red Coating ftboard) hot asphalt asphalt asphalt
e st oss, | combination min. 1.6 | Densbeck brime o e bbb | BP-CAL BP-AA
_ steel; span; eKs S, ) L 1.o- ) ) ~ - , - ] ) )
5-223. 6" 0.c. or min. 2,500 psi inch total thickness, SECUROCK Gypsum- Note 2 1per1.6ft | BP-AA, SBS-AA AA, SBS-CA1, SBS- Ziso(;AAlP’Psgi\ 60.0
structural concrete loose laid Fiber Roof Board AA or APP-TA
ey | s oo
S-224. steel; 6 ft span; 5/8” puddle ) N t X . Trufast Coiled Batten Bar-Deep g BP-AA, SBS-AA ! SBS-CA1, SBS- -67.5
welds. 6” 0.c inch total thickness, Min. 2-inch TopRock Well (BB-20R-3-DW) bars spaced AA, SBS-CA1, SBS- AA or APP-TA
' loose laid DD Plus 18-inch o.c. AA or APP-TA
Dekfast DF-#15-PH3 with Dekfast
One or more layers, any Min. 0.125-inch PLT-R-3, Tremco #1510 XHD (Optional) One or
Min. 22 ga., type B, Grade 80 I . B y ” o y ) BP-CA1, BP-AA,
225, steel; 6 ft span, #12 HWH Teks 5 .combmatlon', min. 1.5 TremBoard AC or . Fastener with Tremco 3” Ribbed 1per2.0f2 | BP-AA, SBS-AA more BP-CA1, BP $BS-CAL, SBS- 675
with %” washers, 6” o.c. inch total thickness, STURDY-DEK Asphaltic | Galvalume Plate, Tremco #15 EHD AA, SBS-CA1, SBS- AA or APP-TA
loose laid Coverboard with Tremco 3” Metal Insulation AA or APP-TA
Plate
One or more layers, any Tremco #1510 XHD Fastener with
Min. 22 ga., type B, Grade 80 s . . . o . BP-CA1, BP-AA,
. 1.5- .0.5- -in. BP-
5226 steel; 6 ft span; #12 HWH Teks 5 'comblnat|on., min. 1.5 Min. 0.5 mch Tremco 3-in. Ribbed Qalvalume PIa"te 1per2.0f | BP-AA, SBS-AA (Optional) BP-AA, $BS-CAL, SBS- 75.0
. M inch total thickness, DensDeck Prime or Tremco #15 EHD with Tremco 3 SBS-AA or APP-TA
with %” washers, 6” o.c. . AA or APP-TA
loose laid Metal Insulation Plate
One or more layers, any ) .
Min. 22 ga., type B, Grade 80 A R Min. 0.5-inch . " . BP-CA1, BP-AA,
. 1.5- -
5-227. steel; 6 ft span; #12 HWH Teks 5 ::r?cnl':lzlc?tztllf}:c ::255 > SECUROCK Gypsum- Eiszngilsa EEE l‘,"l’:tZT’em“’ 3 1per2.0ft2 | BP-AA, SBS-AA (sggt:’:‘:r) /?\EPA?A SBS-CA1, SBS- 75.0
with %" washers, 6 o.c. . ’ Fiber Roof Board AA or APP-TA
loose laid
Min. 22 ga., type B, Grade 33 One or more layers, any BP-CA1, BP-AA
steel; 6 ft span, two (2) #12 HWH combination, min. 1.5- Min. 0.5-inch Tremco #14 HD with Tremco 3” (Optional) BP-AA, ! ’
a . : ” 5 . A . . 1 1.3 ft? | BP-AA, SBS- SBS-CA1, SBS- -112.
S Teks 5 with %” washers, 6” o.c. or | inch total thickness, DensDeck Prime Metal Insulation Plate per 1.3 ft P-AA, SBS-AA SBS-AA or APP-TA AA or APP-TA >

min. 2,500 psi structural concrete

loose laid
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TABLE 2e: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RE

NEmO | etc.e

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer P y e MDP
No. Note 1 (Note 3, Note 13) Type Fastener (Note 11) ac Base PI Pl Cap PI sf
(Note 1) Note 3, yp ote Note 17 y y p Ply (psf)
Min. 22 ga., type B, Grade 33 One or more layers, any
steel; 6 ft span, two (2) #12 HWH combination, min. 1.5- Min. 0.5-inch Tremco #14 HD with Tremco 3” 2 (Optional) BP-AA, BP-AA, SBS-AA
Sl Teks 5 with %” washers, 6” o.c. or | inch total thickness, DensDeck Prime Metal Insulation Plate IRGLOT pr-AA B Q SBS-AA or APP-TA or APP-TA 157.5
min. 2,500 psi structural concrete loose laid
Min. 22 ga., type B, Grade 33 One or more layers, any Min. 0.5-inch
steel; 6 ft span, two (2) #12 HWH | combination, min. 1.5- - Tremco #14 HD with Tremco 3” (Optional) BP-AA, BP-AA, SBS-AA
- b . ” ” . A ECUROCK - . 3 ft? -AA, - - .
5-230 Teks 5 with %” washers, 6” o.c. or | inch total thickness, S_ CUROCK Gypsum Metal Insulation Plate lperl3ft BP-AA, SBS-AA SBS-AA or APP-TA or APP-TA 157.5
min. 2,500 psi structural concrete loose laid Fiber Roof Board
Min. 22 ga., type B, Grade 33 One or more layers, any Min. 0.5-inch
steel; 6 ft span, two (2) #12 HWH | combination, min. 1.5- . Tremco #14 HD with Tremco 3” (Optional) BP-AA, BP-AA, SBS-AA,
S-231. Sy 1 . X SECUROCK G - X 1 1.0 ft2 | BP-AA, SBS-AA -172.5
Teks 5 with %” washers, 6” o.c.or | inch total thickness, Che Rocf B ypzum Metal Insulation Plate PR SBS-AA, APP-TA APP-TA
min. 2,500 psi structural concrete | |oose laid tber Root boar
e e, | omcemnn i | boaisamec oo oner
. steel; span; eKs o, y o deIT 2 _ - - - -
S-232. & 0.c. or min. 2,500 psi inch total thickness, SECUROCK Gypsum- Note 2 1 per 1.6 ft SBS-AA frn:re SBS-AA, SBS SBS-TA 60.0
structural concrete loose laid Fiber Roof Board
| Min. 1-i | 12-inch o.c.
Min. 22 ga., type B, Grade 40 ?;nik?i;;:gs fnyi!ra\rsi asrjy Mg]noB::rdi’?l)j: or Tremco #15 EHD Fastener with th"rz:u c;]c (Optional) One or
S-233. steel; 6 ft span; 5/8” puddle inch total thi’ckne;s ' Min. 2-inch TopRock Trufast Coiled Batten Bar-Deep bars spagced SBS-AA more SBS-AA, SBS- | SBS-TA -67.5
welds, 6” o.c. ’ e BB-20R-3-DW TA
loose laid DD Plus & 0RY ) 18-inch o.c.
Dekfast DF-#15-PH3 with Dekfast
One or more layers, any Min. 0.125-inch PLT-R-3, Tremco #1510 XHD .
Min. 22 ga., type B, Grade 80 combination, min. 1.5- TremBoard AC or Fastener with Tremco 3” Ribbed (Optional) One or
S-234. steel; 6 ft span, #12 HWH Teks 5 ) N : 1 per2.0ft? | SBS-AA more SBS-AA, SBS- | SBS-TA -67.5
with %” washers. 6” o.c inch total thickness, STURDY-DEK Asphaltic | Galvalume Plate, Tremco #15 EHD TA
’ loose laid Coverboard with Tremco 3” Metal Insulation
Plate
Min. 22 tvpe B. Grade 80 One or more layers, any Tremco #1510 XHD Fastener with (Optional) One or
in. 22 ga., type B, Grade oo . . . R .
. 1.5- .0.5- -in.
§-235. | steel; 6 ftspan; #12 HWHTeks5 | compination, min. 1.5-— | Min. 0.5-inch Tremco 3-in. Ribbed Galvalume Plate |, 5 42 | sgg.an more SBS-AA, SBS- | SBS-TA -75.0
S ” inch total thickness, DensDeck Prime or Tremco #15 EHD with Tremco 3
with %” washers, 6” o.c. X TA
loose laid Metal Insulation Plate
One or more layers, any ) ) )
Min. 22 ga., type B, Grade 80 — . ) Min. 0.5-inch . ” (Optional) One or
5-236. steel; 6 ft span; #12 HWH Teks 5 _°°“Qb'”at|'°}:‘_' I'(“'”' ho SECUROCK Gypsum- Iﬂre?ﬁ’ #1|5 EHD |‘>A|I 'tth Tremco 3 1per2.0ft | SBS-AA more SBS-AA, SBS- | SBS-TA 75.0
with %” washers, 6” o.c. inc tot.a thickness, Fiber Roof Board etal Insulation Plate TA
loose laid
Min. 22 ga., type B, Grade 33 One or more layers, any (Opti
—— . . . . ” ptional) One or
steel; 6 ft span, two (2) #12 HWH combination, min. 1.5- Min. 0.5-inch Tremco #14 HD with Tremco 3 )
Sl Teks 5 with %” washers, 6” o.c. or | inch total thickness, DensDeck Prime Metal Insulation Plate Lper13ft SBS-AA more SBS-AA, SBS SBS-TA 1125
min. 2,500 psi structural concrete loose laid TA
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TABLE 2e: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RE

NEmO | etc.e

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer P y e MDP
No. Note 1 (Note 3, Note 13) Type Fastener (Note 11) ac Base PI Pl Cap PI sf
(Note 1) Note 3, yp ote Note 17 y y p Ply (psf)
Min. 22 ga., type B, Grade 33 One or more layers, any (Opti
L ; . . . ” ptional) One or
steel; 6 ft span, two (2) #12 HWH combination, min. 1.5- Min. 0.5-inch Tremco #14 HD with Tremco 3 ,
a . : ” " . A . . . - SBS-AA, SBS- - - .
5238 Teks 5 with %” washers, 6” o.c.or | inch total thickness, DensDeck Prime Metal Insulation Plate IR0 TRE=AA gore SBS-TA 1575
min. 2,500 psi structural concrete loose laid TA
l\fin‘l.ZGZEEa., tVPFtJ Bl ?Zr?iiza?;IWH coc:]nisi;;:g: Ifnyiirsi 35’_‘\’ Min. 0.5-inch Tremco #14 HD with Tremco 3” (Optional) One or
5-239. steel; b Tt span, two (2] %< _ L min- 2. SECUROCK Gypsum- ! 1per1.3ft2 | SBS-AA more SBS-AA, SBS- | SBS-TA -157.5
Teks 5 with %” washers, 6” o.c. or | inch total thickness, . Metal Insulation Plate
min. 2,500 psi structural concrete loose laid Fiber Roof Board TA
Min. 22 ga., type B, Grade 33 One or more layers, any Min. 0.5-inch (Opti
L R .0.5- . ” ptional) One or
; mbin n, min. 1.5-
s-240, | Stech 6ftspan, two(2) #12HWH | combination, min. 1.5 | op oo Gupeym. | Tremeo #14 HD with Tremco 3 1per1.0ft2 | SBS-AA more SBS-AA, SBS- | SBS-TA 1725
Teks 5 with %” washers, 6” o.c. or | inch total thickness, Fiber Roof Board Metal Insulation Plate T
min. 2,500 psi structural concrete | |oose laid tber Root boar
SEBS-APPLIED BASE PLY:
Min. 0.25-inch
) | DenDeck, DensDeck )
e o ok, | combination, mim. 1.5 | Prime; DXcellFA L per 2 0t | oor | Endure 100,200, 300 | 100,200, 0001
) steel; span; eks 5, , . 1.5- . , , or ndure , , 3 , or ) «
S-241. 6" 0.¢. or min. 2,500 psi inch total thickness, Glass Mat Roof Board Note 2 (min. #14 fasteners only) (16 per 4x8 320 Smooth in or 320 Smooth in 320 FRin 52.5
structural concrete loose laid or SECUROCK ft board) THERMastic 80 THERMastic 80 THERMastic 80
Gypsum-Fiber Roof
Board
e s gudese | Oreor eVt Y | i 0. 1perzofe | row et | (optore) rowcapy | rowcaa e
. steel; 6 ft span; eks 5, combination, min. 1.5- . X , , or ndure , , 3 , or ) *
S-242. 6" 0.¢. or min. 2,500 psi inch total thickness, Stl.'uctodek HD W.Ith Note 2 (min. #14 fasteners only) (16 per 4x8 320 Smooth in or 320 Smooth in 320 FR in 60.0
structural concrete loose laid Primed Red Coating ft board) THERMastic 80 THERMastic 80 THERMastic 80
Min. 22 ga., type B, Grade 33 One or more layers, any Min. 0.5-inch
steel; 6 ft span; #12 HWH Teks 5, combination, min. 1.5- DensDeck Prime or , | BP-SEBS, SBS- (Optional) BP-
5283 | 6 o.c.or min. 2,500 psi inch total thickness, SECUROCK Gypsum- | Note2 1perl6ft’ | oppq SEBS, SBS-SEBS SBS-SEBS 60.0
structural concrete loose laid Fiber Roof Board
One or more layers, any | Min. 1-inch Roxul . 12-inch o.c.
Min. 22 ga., type B, Grade 40 . R Tremco #15 EHD Fastener with .
. 1.5- B BP-SEBS, SBS- BP-
S-244, steel; 6 ft span; 5/8” puddle 'comblnatlon., in. 1.5 Mfano 'oard e or Trufast Coiled Batten Bar-Deep through P-SEBS, SBS (Optional) BP SBS-SEBS -67.5
" inch total thickness, Min. 2-inch TopRock bars spaced | SEBS SEBS, SBS-SEBS
welds, 6” o.c. ) Well (BB-20R-3-DW) .
loose laid DD Plus 18-inch o.c.
Dekfast DF-#15-PH3 with Dekfast
Min. 22 ea.. tvpe B, Grad 80 One or more layers, any | Min. 0.125-inch PLT-R-3, Tremco #1510 XHD
in. 22 ga., type B, Grade L . | . . - ~ . ~
s-245. steel; 6 ft span, #12 HWH Teks 5 .comblnatlon., min. 1.5 TremBoard AC or . Fastener with Tremco 3” Ribbed 1 per 2.0 ft2 BP-SEBS, SBS: (Optional) BP SBS-SEBS 675
with %” washers, 6” o.c. inch total thickness, STURDY-DEK Asphaltic | Galvalume Plate, Tremco #15 EHD SEBS SEBS, SBS-SEBS
loose laid Coverboard with Tremco 3” Metal Insulation
Plate
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TABLE 2e: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RE

NEmO | etc.e

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer P y e MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 11) ac Base Pl Pl Cap Pl sf
yp ote (Note 17) Yy y p Ply
Min. 22 ga., type B, Grade 80 One or more layers, any Tremco #1510 XHD Fastener with
’ i . combination, min. 1.5- Min. 0.5-inch Tremco 3-in. Ribbed Galvalume Plate BP-SEBS, SBS- (Optional) BP-
-246. teel; 6 ft ; #12 HWH Teks 5 ) N . . ” .0 ft2 ’ - -75.
5-246 stee o span M e inch total thickness, DensDeck Prime or Tremco #15 EHD with Tremco 3 IRG2OT SEBS SEBS, SBS-SEBS SBS-SEBS 750
with %" washers, 6” o.c. i
loose laid Metal Insulation Plate
Min. 22 B Grade 80 One or more layers, any Min. 0.5-inch
in. 22 ga., type B, Grade A . R . 0.5- . ” - ~ . ~
S-247. | steel; 6 ft span; #12 HWH Teks 5 _°°“Qtt"”tat|':’r:‘f I’(“'”‘ 15| securROCK Gypsum- Inre;nﬁ) #1|5 f_HD oL 'tth TremciQ 1 per 2.0 ft2 E:BSSEBS’ pas (s(;gtsm:;;) SBEPBS SBS-SEBS -75.0
with %" washers, 6” o.c. inch tota’ thickness, Fiber Roof Board etalinsulation @@e , SBS-
loose laid
Min. 22 ga., type B, Grade 33 One or more layers, any
steel; 6 ft span, two (2) #12 HWH | combination, min. 1.5- Min. 0.5-inch Tremco #14 HD with Tremco 3” BP-SEBS, SBS- (Optional) BP-
S-248. Sy ) . X . . 1 1.3 ft? SBS-SEBS -112.5
Teks 5 with %” washers, 6” o.c. or | inch total thickness, DensDeck Prime Metal Insulation Plate PR SEBS SEBS, SBS-SEBS
min. 2,500 psi structural concrete | |gose laid
Min. 22 ga., type B, Grade 33 One or more layers, any
steel; 6 ft span, two (2) #12 HWH | combination, min. 1.5- Min. 0.5-inch Tremco #14 HD with Tremco 3” BP-SEBS, SBS- (Optional) BP-
-249. : ” ) . A . . 1 1.0 ft2 BS-SEB -157.
Sene) Teks 5 with %” washers, 6” o.c. or | inch total thickness, DensDeck Prime Metal Insulation Plate per LOft SEBS SEBS, SBS-SEBS SBS-SEBS 375
min. 2,500 psi structural concrete | |gpse laid
Min. 22 ga., type B, Grade 33 One ormore layers, any |\ 0o @
steel; 6 ft span, two (2) #12 HWH | combination, min. 1.5- - Tremco #14 HD with Tremco 3” BP-SEBS, SBS- (Optional) BP-
-250. . ” ” . A E - . 1 1.3 ft? BS-SEB -157.
S Teks 5 with %” washers, 6” o.c. or | inch total thickness, S'bCUROCL( Gypsum Metal Insulation Plate per13ft SEBS SEBS, SBS-SEBS SBS-SEBS 375
min. 2,500 psi structural concrete loose laid Fiber Roof Board
Min. 22 ga., type B, Grade 33 One or more layers, any Min. 0.5-inch
steel; 6 ft span, two (2) #12 HWH | combination, min. 1.5- - Tremco #14 HD with Tremco 3” BP-SEBS, SBS- (Optional) BP-
-251. h " " . ; ECUROCK . k 0fi2 i 17,
3231 | Teks s with % washers, 6" o.c.or | inch total thickness, S.bCU ch Gypsum Metal Insulation Plate 1per 1Ot | gppq SEBS, SBS-SEBS SBS-SEBS 1725
min. 2,500 psi structural concrete loose laid Fiber Roof Board
TORCH-APPLIED BASE PLY:
One or more layers, any . ;
Min. 22 ga., type B, Grade 40 . R Min. 0.5-inch i " .
.1.5- 14 HD -
§-252. | steel or min. 2,500 psi structural | COMPIATON, MiN. 13- op o poek Gupsum- | 1eMCO #14 HD with Tremco 3 1per32 e | APP-TA, sBs-TA | (OPHONANAPPTA, | \op 10 sBS-TA | -45.0%
inch total thickness, X Metal Insulation Plate SBS-TA
concrete . Fiber Roof Board
loose laid
One or more layers, any ) .
Min. 22 ga., type B, Grade 40 A < Min. 0.25-inch . " .
.1.5- A
§-253. | steel or min. 2,500 psi structural | COMPIATON, M 15 op 000k Gupsum- | 1 eMcO #14 HD with Tremco 3 1per2.0f2 | APP-TA sBs-TA | (OPHONANAPPTA, 1) op 1) sBsTA | -45.0%
inch total thickness, Y Metal Insulation Plate SBS-TA
concrete . Fiber Roof Board
loose laid
Min. 22 ga., type B, Grade 33 One or more layers, any | Min. 0.5-inch
steel; 6 ft span; #12 HWH Teks 5 combination, min. 1.5- DensDeck Prime or (Optional) APP-TA,
-254. L . . A 2 1 1.6 ft2 -TA, SBS- ! -TA, SBS- -60.
5254 6" o.c. or min. 2,500 psi inch total thickness, SECUROCK Gypsum- Note 2 per16ft’ | APP-TA, SBS-TA SBS-TA APP-TA, SBS-TA 60.0
structural concrete loose laid Fiber Roof Board
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TABLE 2e: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RE

NEmO | etc.e

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer P y e MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 11 ac Base Pl PI Cap PI sf
yp (Note 11) (Note 17) y y p Ply
One or more layers, any . 12-inch o.c.
Min. 22 ga., type B, Grade 40 combination, min. 1.5- Min. 1-inch Roxul Tremco #15 EHD Fastener with through
S-255. steel; 6 ft span; 5/8” puddle inch total thi,cknes.s ’ Mor;oBoard Plus Trufast Coiled Batten Bar-Deep bars s agced SBS-TA (Optional) SBS-TA SBS-TA -67.5
welds, 6” o.c. ¢ ’ Well (BB-20R-3-DW) - R
loose laid 18-inch o.c.
Min. 22 ga., type B, Grade 33 One or more layers, any Min. 0.25-inch
; ; inati in. 1.5- - T #14 HD or #15 EHD with
5-256. Zt,,ee" 6 ftspan; #12 HWHTeks 5, | combination, min. 1.5- | ¢p 20k Gypsums remco #14 HD or #15 EHORQY 1per1.8f2 | SBS-TA (Optional) SBS-TA | SBS-TA -60.0
0.c. or min. 2,500 psi inch total thickness, ) Tremco 3” Metal Insulation Plate
structural concrete IDOSE |a|d Flber ROOf Board
Min. 22 ga., type B, Grade 33 Min. 0.5-inch
; ; - T #14 HD with T 7
257, | Steeli6ftspan; #12 HWHTeksS, |\ SECUROCK Gypsum- remeo #14 HD with TroQegy 1per13f2 | SBS-TA (Optional) SBS-TA | SBS-TA -67.5
6” o.c. or min. 2,500 psi X Metal Insulation Plate
structural concrete Flber ROOf Board
Min. 22 ga., type B, Grade 33 One or more layers, any . .
teel; 6 ft ; #12 HWH Teks 5 combination, min. 1.5- Min. 0.25-inch Tremco #14 HD with Tremco 3”
$-258. steel; b1t span; rieie s b - 2 SECUROCK Gypsum- ! 1per1.3ft2 | SBS-TA (Optional) SBS-TA | SBS-TA -75.0
6" 0.c. or min. 2,500 psi inch total thickness, ) Metal Insulation Plate
structural concrete IOOSE |a|d Flber ROOf Board
Min. 22 ea.. type B, Grade 80 One or more layers, any Tremco #1510 XHD Fastener with
in. 22 ga., type B, Grade L . . . R A .
. 1.5- .0.5- -in. -
$-250. steel: 6 ft span; #12 HWH Teks 5 .combmatlon', min. 1.5 Min. 0.5 |nch Tremco 3-in. Ribbed Qalvalume Pla:,te 1per2.0f2 | APP-TA, SBS-TA (Optional) APP-TA, APP-TA, SBS-TA 75.0
S am B inch total thickness, DensDeck Prime or Tremco #15 EHD with Tremco 3 SBS-TA
with %” washers, 6” o.c. Y
loose laid Metal Insulation Plate
One or more layers, any . .
Min. 22 ga., type B, Grade 80 A R ) Min. 0.5-inch . . . §
$-260. | steel; 6 ft span; #12 HWH Teks 5 _Conr:b'"atlm:.’ Ir(n'"' 15| SECUROCK Gypsum- Lre:"ﬁ’ #1|5 tE.HD;"l’ 'tth Tremco 3 1per2.0ft2 | APP-TA, SBS-TA (scégt'TTal) APPTA | npp-TA, SBS-TA | -75.0
with %” washers, 6” o.c. incl tot.a thickness, Fiber Roof Board etal Insulation Plate ~
loose laid
Min. 22 ga., type B, Grade 33 One or more layers, any
steel; 6 ft span, two (2) #12 HWH | combination, min. 1.5- Min. 0.5-inch Tremco #14 HD with Tremco 3” (Optional) APP-TA,
a . : ” 5 . A . . 1 1.3 ft? -TA, SBS- -TA, SBS- -112.
5261 Teks 5 with %” washers, 6” o.c. or | inch total thickness, DensDeck Prime Metal Insulation Plate per13ft’ | APP-TA, SBS-TA SBS-TA APP-TA, SBS-TA >
min. 2,500 psi structural concrete loose laid
Min. 22 ga., type B, Grade 33 One or more layers, any
steel; 6 ft span, two (2) #12 HWH | combination, min. 1.5- Min. 0.5-inch Tremco #14 HD with Tremco 3” 5 (Optional) APP-TA,
5262. | Teks 5 with %" washers, 6" o.c. or | inch total thickness, DensDeck Prime Metal Insulation Plate 1per1Oft* | APP-TA, SBS-TA | oo 7a APP-TA, SBS-TA | -157.5
min. 2,500 psi structural concrete loose laid
Min. 22 ga., type B, Grade 33 One or more layers, any Min. 0.5-inch
; ination, min. 1.5- - 14 HD wi ” i -
5263, steel; 6 fff sp;a\?, two (2) #1”2 HWH 'comblnatwr!, min. 1.5 SECUROCK Gypsum- Tremco #14 H with Tremco 3 lper13f2 | APP-TA, SBS-TA (Optional) APP-TA, APP-TA, SBS-TA 1575
Teks 5 with %” washers, 6” o.c. or | inch total thickness, . Metal Insulation Plate SBS-TA
min. 2,500 psi structural concrete loose laid Fiber Roof Board
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TABLE 2e: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer P y e MDP
No. Note 1 Note 3, Note 13 ac sf
(Note 1) ( , Note 13) Type Fastener (Note 11) Note 17 Base Ply Ply Cap Ply (psf)
Min. 22 ga., type B, Grade 33 One or more layers, any Min. 0.5-inch
steel; 6 ft span, two (2) #12 HWH | combination, min. 1.5- . Tremco #14 HD with Tremco 3” (Optional) APP-TA,
-264. S " . ; ECUROCK - ! 0ft2 _TA, SBS- -TA, SBS- 172,
s Teks 5 with %” washers, 6” o.c. or | inch total thickness, S.b URO £ Gypzum Metal Insulation Plate IRELOF APP-TA, SBS-TA SBS-TA APP-TA, SBS-TA 172:5
min. 2,500 psi structural concrete loose laid Fiber Roof Boar

TABLE 2F: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SySTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Insulation and/or Thermal Base Sheet Roof Cover (Note 15 MDP
No. (Note 1) Barrier (Note 3, Note 13) Type Fastener (Note 11) | Spacing Base Ply Cap Ply (psf)
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Z”na Zzgcg)a” ty|pes ?l One or more layers, any BURmastic Composite Ply 6-inch o.c. at the min. 4-inch One or
rade steel; t 7 . . . . _ ~
$-265. span, #12 HWH Teks 5, | combination, min. 2-inch total HT, BURmastic Composite T.remco #14 Heavy Duty with Tremco 3 in. wide laps and 6-inch o.c. at more BP BP-CAG6 or 1125
" : A . . Ribbed Galvalume Plate two (2) equally spaced center CA6 or SBS- | SBS-CA6
6" o.c. or min. 2,500 thickness, loose-laid Ply Premium
psi structural concrete rows CA6
g’”"& Ziga-r tvlpzi‘tr One or more layers, any BURmastic Composite Ply Dekfast DF-#15-PH3 with Dekfast PLT-R-3 | 6-inch o.c. at the min. 4-inch One or
rade steel; 7 o .
’ D PLT-H-2- 151 - .C. BP- BP-
5-266. | span; #12 HWH Teks5 | combination, min. 2-inch total | HT, BURmastic Composite | Of Dekfast PLT-H-2-7/8 or Tremco #1510 | wide laps and 6-inch o.c. at more P-CAG or -120.0
St 3 ” . . y XHD Fastener with Tremco 3-in. Ribbed two (2) equally spaced center CA6 or SBS- | SBS-CA6
with %” washers, 6 thickness, loose-laid Ply Premium
o.c. Galvalume Plate rows CA6
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TABLE 2G: STEEL DECKS —NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SysSTEM TYPE D-2: INSULATED, MEECHANICALLY ATTACHED POWERFAST, BONDED ROOF COVER

NEmO | etc.e

System Deck Insulation and/or PowerFAST (Note 15A) Roof Cover (Note 15) MDP
No Note 1 Thermal Barrier A | I <f
b (Note 1) (Note 3, Note 13) Type Fastener (Note 11) Spacing Base Ply Cap Ply (psf)
POWERPLY ENDURE 100 SMOOTH WITH FASTENERS/STRESS PLATES:
Min. 22 ga., type B, One or mc.>re I.ayers,. POWERply . 6-inch o.c. within the min. 5-inch wide, (Optional) POWERply POWERply Endure %00,
5267 Grade 40 steel; 6 ft any combination, min. Endure 100 Tremco #15 EHD with Tremco POWERDIY Endure BIO Adhesive TF sealed Endure 100, 200, 300 or 320 | 200, 300 or 320 FR in -60.0*
’ span, #12 HWH Teks | 2-inch thick, prelim. Smooth 2.4” Barbed Seam Plate side la Ey Smooth in POWERply POWERply Endure BIO ’
56" 0.c. attach P Endure BIO Adhesive TF Adhesive TF
POWERPLY ENDURE 200 SMOOTH WITH FASTENERS/BATTEN BARS:
Min. 22 ga., type B,
Grade 80 steel; 6 ft One or more layers, POWERply Tremco #15 EHD Fastener with | 6-inch o.c. within the min. 4-inch wide (Optional) BP-CAS or SBS-
S-268. span; #12 HWH Teks | any combination, Endure 200 Trufast Coiled Batten Bar-Deep | POWERply Endure BIO Adhesive TF sealed CAF; BP-CAS or SBS-CA5 -75.0
5 with %” washers, prelim. attach Smooth Well (BB-20R-3-DW) side laps
6” o.c.
POWERPLY HEAVY DUTY BASE SHEET WITH FASTENERS/STRESS PLATES:
. . BP-CA1 (laps sealed with
Min. 22 ga., type B, 0 I POWERDI (Optional) BP-CA1 (laps sealed R
Grade 40 steel; 6 ft neor m(?re .ayers, Pl Tremco #14 HD with Tremco 12-inch o.c. within the min. 4-inch wide with Tremco LF Adhesive) or Tremco LFAdhes've? or
S-269. any combination, Heavy Duty ) . . ) SBS-CAL1 (laps hot air -45.0
span, #12 HWH Teks i b h 2.4” Barbed Metal Seam Plate Tremco LF Adhesive sealed side laps SBS-CA1 (laps hot air welded or welded or sealed with
5,6” o.c. prelim. attac Base Sheet sealed with Tremco LF Adhesive) R
Tremco LF Adhesive)
f . BP-CA1 (laps sealed with
Min. 22 ga., type B, I POWERDI (Optional) BP-CA1 (laps sealed X
Grade 40 steel; 6 ft One or m9re .ayers, 0 Py Tremco #15 EHD with Tremco 12-inch o.c. within the min. 4-inch wide with Tremco LF Adhesive) or Tremco LFAdheS'vez or
S-270. any combination, Heavy Duty \ . i . SBS-CA1 (laps hot air -60.0
span, #12 HWH Teks i h h 2.4” Barbed Metal Seam Plate Tremco LF Adhesive sealed side laps SBS-CA1 (laps hot air welded or welded or sealed with
5,6” o.c. prelim. attac Base Sheet sealed with Tremco LF Adhesive) R
Tremco LF Adhesive)
Min. 22 ga., type B,
Grade 40steel; 6ft | One or more layers, POWERPlY | 1 o 0 #15 EHD with Tremco | 12-inch o.c. within the min. 4-inch wide (Optional) BP-AA, SBS-AA, BP-AA, SBS-AA, BP-
S-271. | span, #12HWHTeks | any combination, Heawy DUty | ) 4 Barbed Metal Seam Plate | Tremco LF Adhesive sealed side laps BP-SEBS, SBS-SEBS SEBS, SBS-SEBS 825
5 with %” washers, prelim. attach Base Sheet ’ P ’ ’
6” o.c.
Min. 22 ga., type B,
Grade 40 steel; 6 ft One or more layers, POWERply . . .- . . .
5-272. span, #12 HWH Teks | any combination, Heavy Duty ;rj,?’;;’rﬁiz ;He'ia"l‘”st:age;“:t‘; irze'r:?; (EFCA\SI::SI:/ (:h;;:'; 3 d'z‘;: ";"de (Optional) SBS-TA SBS-TA 825
5 with %” washers, prelim. attach Base Sheet : P
6” o.c.
Min. 22 ga., type B, | One or more layers
Grade 80 steel; 6 ft . R \ ! POWERply . 6-inch o.c. within the min. 5-inch wide .
! . 2-inch thick, 15 EHD BP- BS-
$-273. span; #12 HWH Teks | M- 2-inchthick, any 1y o0 gy | Tremeo #15 EHD with Tremco | oy eo i en dure BIO Adhesive TF sealed | (OPtional) BP-CAS or SBS BP-CAS or SBS-CAS -105.0
o combination, loose- 2.4” Barbed Metal Seam Plate . CA5
5 with %” washers, A Base Sheet side laps
6" o.c. laid
g’””& ziga" WFZ ?, One or more layers, POWERply 6-inch o.c. within the min. 5-inch wide Base Ply: SBS-CAS5 or SBS-
rade steel; t . . . . .
’ . 2- 15 EHD E E B TA
S274. | span; 12 HwHTeks | M 20NN o a0y epy gy, | Tremeo 15 FHD with Tremco | POWERply Endure BIO Adhesive TF sealed . SBS-CAS or SBS-TA 1125
5 with %” washers, combination, loose- Base Sheet .4” Barbed Metal Seam Plate side laps and 6-inch o.c. in one (1) center Ply (Optional): SBS-CAS5 or

6” o.c.

laid

row

SBS-TA
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NEmO | etc.e
TABLE 2G: STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SysSTEM TYPE D-2: INSULATED, MEECHANICALLY ATTACHED POWERFAST, BONDED ROOF COVER

System Deck Insulation and/or PowerFAST (Note 15A) Roof Cover (Note 15) MDP
Thermal Barrier (bsf)
No. i f
o (Note 1) (Note 3, Note 13) Type Fastener (Note 11) Spacing Base Ply Cap Ply (psf)
i 6-inch o.c. within the min. 5-inch wide
Min. 22 ga., type B, One or more layers
Grade 80 steel; 6 ft A R . ! POWERply . POWERply Endure BIO Adhesive TF sealed )
S-275. span; #12 HWH Teks Ln()lrr:{bzir:;tciz;hllggszny Heavy Duty ;rz’?‘;:r:i IE/IHe?aVIwSt:aIe};TaCtZ side laps and 6-inch o.c. in one (1) center g_iptlonal) SESQY or SBS SBS-CAS or SBS-TA -112.5
5 with %” washers, laid ! Base Sheet : row; Center rows stripped-in with 6-inch
6" o.c. wide strips of SBS-CA5
Min. 22 ga., type B, One or more layers . . . . .
Grade 40 steel; 6 ft min. 2-inch thig;( ar'1y POWERply Tremco #15 EHD with Tremco G-inch o.c. withiigige min. SRlLWiIdY Base Ply: SBS-TA
S-276. span; two (2) #12 i § Heavy Duty Tremco LF Adhesive sealed side laps and ; SBS-TA -217.5
combination, loose- 2.4” Barbed Metal Seam Plate Ply (Opt 1): SBS-TA
HWH Teks 5 with %” A ’ Base Sheet ’ 6-inch o.c. in one (1) center row v {Optional): 5B>-
washers, 6” o.c. laid
Min. 22 ga., type B, One or more layers 6-inch o.c. within the min. 5-inch wide
Grade 40 steel; 6 ft . R . ! POWERply . Tremco LF Adhesive sealed side laps and
4 . 2-inch thick, T #15 EHD hT
S-277. span; two (2) #12 min ) mc. thick, any Heavy Duty re:nco > with Treggy 6-inch o.c. in one (1) center row; Center (Optional) SBS-TA SBS-TA -217.5
combination, loose- 2.4” Barbed Metal Seam Plate
HWH Teks 5 with %” : ’ Base Sheet ’ rows stripped-in with 6-inch wide strips of
washers, 6” o.c. laid SBS-TA
Min. 22 ga., type B, One or more layers
Grade 80 steel; 6 ft . R . ’ POWERply . 6-inch o.c. within the min. 5-inch wide
’ . 2- B Ply: SBS-TA
S-278. span; two (2) #12 min 2 |nc.h thick, any Heavy Dut Tremco #15 @ with Tregico Tremco LF Adhesive sealed side laps and ase y. SBS-TA -247.5
combination, loose- y Duty 2.4” Barbed Metal Seam Plate P Ply (Opt 1): SBS-TA
HWH Teks 5 with %” B ¢ Base Sheet : 6-inch o.c. in one (1) center row y (Optional): SBS-
washers, 6” o.c. laid
Min. 22 ga., type B, One or more layers 6-inch o.c. within the min. 5-inch wide or
Grade 80 steel; 6 ft min. 2-inch thick ar,1y POWERply Tremco #15 EHD with Tremco Tremco LF Adhesive sealed side laps and
S-279. span; two (2) #12 — § Heavy Duty , 6-inch o.c. in one (1) center row; Center Optional) SBS-TA SBS-TA -247.5
combination, loose- 2.4” Barbed Metal Seam Plate
HWH Teks 5 with %” ” ’ Base Sheet . rows stripped-in with 6-inch wide strips of
washers, 6” o0.c. laid SBS-TA
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TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmO | etc.e

Base Insulation Layer(s) Top Insulation Layer Roof Cover (Note 15)
Sys. Deck e e MDP
No. (Note 1) T ac T 3¢ B Pl Pl Pl (psf)*
ype (Notes 6,7,8) ype (Notes 6,7,8) ase Fly Y (EDL7
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Additional Insulation Layer(s): Additional
(Optional) Min. 1-inch base Layer(s): LRFIA
i i insulation i
Min. 2,500 psi Min. 2-inch Trisotech G, Trisotech CGF, LRFIA or o OrLRFIABG) | g (pg orsps. | (OPtional) One or BP-CAL or
C-1. structural Trisotech or H-Shield LRFIA(BG) Coverboard: Min. 1-inch MonoBoard | Coverboard: cAl more BP-CA1 or SBS- SBS-CAL -60.0*
concrete Plus or Min. 2-inch TopRock DD Plus | LRFIAor CAl
(no extrapolation permitted for !—RF'A(BG)' 6
ribbon attachment) Tgo.c.
Min. 0.25-inch DensDeck Prime or
SECUROCK Gypsum-Fiber Roof
Min. 2,500 psi (O.ptlonal) Min. 0:5—|nch Trlsotfach G, . LRFIA or Board or min. 0.5-inch SECUROCK LRFIA or BP-CA1 or SBS- (Optional) One or BP-CA1 or
C-2. structural Trisotech CGF, Trisotech, H-Shield, Multi- LRFIA(BG) Cement Roof Board or Structodek LRFIA(BG) CA1 more BP-CA1 or SBS- SBS-CA1 -60.0
concrete Max FA3, Elevate ISOGARD CG or Ultra-Max HD with Primed Red Coating or min. CAl
7/16-inch DEXcell Cement Roof
Board
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 0.125-inch TremBoard AC, min.
.25+ DensD DensDeck
(Optional) Min. 0.5-inch Trisotech G, gri;;n:rSEEZnggi‘G;:ssunifﬁber
c3 | stotorsl | Mok A, Elevate SOGARD GG ot Utraax | URFIAOr | Roof Board o min.0.5-inch ReAor | Becng, ses- | DRETI NN | seeaLses | (o
L LRFIA(BG) SECUROCK Cement Roof Board or LRFIA(BG) CA6 CAl ’
concrete or min. 1-inch Styrofoam Brand Roofmate, . . CAl
Highload 60 or Plazamate Structodek HD with Primed Red
3 Coating or min. 7/16-inch DEXcell
Cement Roof Board
(Optional) Min. 0.5-inch Trisotech G, . .
Min. 2,500 psi | Trisotech CGF, Trisotech, H-Shield, Multi- Min. 0.125-inch TremBoard AC or LRFIA or (Optional) One or
LRFIA or Min. 0.5-inch DensDeck or BP-CA6, SBS- BP-CA6 or
C-4. structural Max FA3, Elevate ISOGARD CG or Ultra-Max R . LRFIA(BG), 6- more BP-CA6 or SBS- -202.5
. X LRFIA(BG) Structodek HD with Primed Red X CA6 SBS-CA6
concrete or min. 1-inch Styrofoam Brand Roofmate, Coatin inch o.c. CA6
Highload 60 or Plazamate s
(Optional) Min. 0.5-inch Trisotech G,
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- (Optional) One or
C-5 structural Max FA3, Elevate ISOGARD CG or Ultra-Max LRFIA or Min. 0.25-inch DensDeck Prime LRFIA or BP-CA®, SBS- more BP-CA6 or SBS- BP-CA6 or -202.5
A LRFIA(BG) LRFIA(BG) CA6 SBS-CA6
concrete or min. 1-inch Styrofoam Brand Roofmate, CA6
Highload 60 or Plazamate
Min. 2,500 psi Min. 0.25-inch DensDeck Prime or (Optional) One or
) ) LRFIA or ) LRFIA or BP-CA6 or SBS- BP-CA6 or
C-6. structural Min. 1-inch Insulfoam IX EPS LRFIA(BG) SECUROCK Gypsum-Fiber Roof LRFIA(BG) CAG more BP-CA6 or SBS- SBS-CAG -202.5
concrete Board CA6
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TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmO | etc.e

Base Insulation Layer(s) Top Insulation Layer Roof Cover (Note 15)
Sys. Deck Feah e MDP
No. Note 1 I8 ac sf)*
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
(Optional) Min. 0.5-inch Trisotech G,
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- LRFIA or Min. 0.25-inch SECUROCK Gypsum- LRFIA or BP-CAG, SBS- (Optional) One or BP-CA6 or
C-7. structural Max FA3, Elevate ISOGARD CG or Ultra-Max R more BP-CA6 or SBS- -285.0
N LRFIA(BG) Fiber Roof Board LRFIA(BG) CA6 SBS-CA6
concrete or min. 1-inch Styrofoam Brand Roofmate, CA6
Highload 60 or Plazamate
Min. 0.125-inch TremBoard A
(Optional) Min. 0.5-inch Trisotech G, m:: 8 5-iicI:TJEXLeerI?FZaGnljasscl\z;t
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- LRFIA or Roo.f B.oard SECUROCK Gypsum- LRFIA or BP-CAG. SBS (Optional) One or BP-CAG. SBS
C-8. structural Max FA3, Elevate ISOGARD CG or Ultra-Max LRFIA(BG), X ! P LRFIA(BG), 6- ’ more BP-CA6, SBS- ’ -340.0
) . ) Fiber Roof Board or SECUROCK . CA6 CA6
concrete or min. 1-inch Styrofoam Brand Roofmate, 6-inch o.c. R inch o.c. CA6
Hishload 60 or Plazamate Cement Roof Board or min. 7/16-
e inch DEXcell Cement Roof Board
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Additional Insulation Layer(s): Additional
Min. 2.500 osi (Optional) Min. 1-inch base Laver(s): LRFIA Obtional) O
c9 strl[:.ctL;raI - Min. 2-inch Trisotech G, Trisotech CGF, LRFIA or insulatgy 225212(53) SBS-CAS ;gréoglf—)CA; i:) ;BS— BP-CAS or -60.0*
' Trisotech or H-Shield LRFIA(BG) Coverboard: Min. 1-inch MonoBoard | [ora . SBS-CA5 :
concrete . . . LRFIA or CA5
(no extrapolation permitted for LRFIA(BG), 6-
ribbon attachment) inch o.c.
Additional In.sulati.on Layer(s): Additional
(Optional) Min. 1-inch base Layer(s): LRFIA
i i insulation i
Min. 2,500 psi Min. 2-inch Trisotech G, Trisotech CGF, LRFIA or insuiat v or LRFIA(BG) BP-CAS or sps- | (OPtional) One or BP-CAS5 or
C-10. structural Trisotech or H-Shield LRFIA(BG) Coverboard: Min. 1-inch MonoBoard | Coverboard: CAS more BP-CAS5 or SBS- SBS-CAS -60.0*
concrete Plus or Min. 2-inch TopRock DD Plus | LRFIAor CA5
(no extrapolation permitted for LRFIA(BG), &-
ribbon attachment) inch o.c.
(Optional) Min. 0.5-inch Trisotech G,
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- Min. 0.125-inch TremBoard AC or (Optoinal) One or
C11. | structural Max FA3, Elevate ISOGARD CG or Ultra-Max tii::(gre) min. 0.5-inch Structodek HD with tgi:ﬁ (ng) EKSCAS o785 | more BP-CAS or SBS- gg S??:;r -165.0
concrete or min. 1-inch Styrofoam Brand Roofmate, Primed Red Coating CAS
Highload 60 or Plazamate
Min. 2,500 psi Min. 0.25-inch DensDeck Prime or (Optoinal) One or
LRFIA or LRFIA or BP-CA5 or SBS- BP-CAS5 or
-12. in. 1-i E -Fi BP- BS- -225,
C-12 structural Min. 1-inch Insulfoam IX EPS LRFIA(BG) SECUROCK Gypsum-Fiber Roof LRFIA(BG) CAS more BP-CA5 or SBS SBS-CAS 225.0
concrete Board CA5
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TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmO | etc.e

Base Insulation Layer(s) Top Insulation Layer Roof Cover (Note 15)
Sys. Deck Feah e MDP
No. Note 1 I8 ac sf)*
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
(Optional) Min. 0.5-inch Trisotech G, Min. 0.25-inch DensDeck Prime or
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- SECUROCK Gypsum-Fiber Roof (Optoinal) One or
c13. | structural Max FA3, Elevate ISOGARD CG or Ultra-Max tﬁi:ﬁ(‘;;) Board or min. 0.5-inch SECUROCK tﬁi:ﬁ(g;) E;SCAs o385 1 more BP-CAS or SBS- EES??ASSW -262.5
concrete or min. 1-inch Styrofoam Brand Roofmate, Cement Roof Board or min. 7/16- CA5
Highload 60 or Plazamate inch DEXcell Cement Roof Board
(Optional) Min. 0.5-inch Trisotech G, Min. 0.125-inch TremBoard AC, min.
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- LRFIA or 0.25-inch DensDeck, DensDeck LRFIA or BP-CAS or SBS- (Optoinal) One or BP-CAS or
C-14. structural Max FA3, Elevate ISOGARD CG or Ultra-Max LRFIA(BG), Prime or DEXcell FA Glass Mat Roof LRFIA(BG), 6- CAS more BP-CAS5 or SBS- SBS-CAS -327.5
concrete or min. 1-inch Styrofoam Brand Roofmate, 6-inch o.c. Board or min. 0.5-inch Structodek inch o.c. CA5
Highload 60 or Plazamate HD with Primed Red Coating
(Optional) Min. 0.5-inch Trisotech G, Min. 0.25-inch SECUROCK Gypsum-
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- LRFIA or Fiber Roof Board or min. 0.5-inch LRFIA or BP-CAS or SBS- (Optoinal) One or BP-CAS or
C-15. structural Max FA3, Elevate ISOGARD CG or Ultra-Max LRFIA(BG), SECUROCK Cement Roof Board or LRFIA(BG), 6- CAS more BP-CAS5 or SBS- SBS-CAS -465.0
concrete or min. 1-inch Styrofoam Brand Roofmate, 6-inch o.c. min. 7/16-inch DEXcell Cement Roof | inch o.c. CA5
Highload 60 or Plazamate Board
. ) Min. 0.25-inch SECUROCK Gypsum-Fiber .
c-16 x;zctzl;fa?lo pst Roof Board or min. 0.5-inch SECUROCK ::gi::(ng) Nofe N/A BP-CAS5 or SBS- fg::lg:_lz:ggi:g%_ BP-CAS5 or 1115.0
: concrete Cement Roof Board or min. 7/16-inch 6einch o c’ CAS CAS SBS-CA5 :
DEXcell Cement Roof Board h
Min. 2,500 psi PMr::r;gaslizdcgj;[cli‘:;ogzlr:SDDezvlgth (Optoinal) One or
17, | Structural (Optional) Min. 1.5-inch Trisotech G, Hot asphalt | Prime, DEXcell FA Glass Mat Roof Hotasphalt | Ch-CASOrSBS- | e BP-CAS or sBS- | BP-CASOF -180.0
concrete; ASTM Trisotech G, Trisotech or Trisotech R CAS SBS-CAS5
. Board or SECUROCK Gypsum-Fiber CA5
D41 primed
Roof Board
HOT-ASPHALT-APPLIED BASE PLY:
Min. 0.125-inch TremBoard AC, min.
0.25-inch DensDeck Pri
(Optional) Min. 0.5-inch Trisotech G, SECUII;(;CK é;:sjfn_ﬁr;:e&rof
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- LRFIA or Board or min. 0.5-inch SECUROCK LRFIA or (Optional) One or BP-CAL, SBS-
C-18. structural Max FA3, Elevate ISOGARD CG or Ultra-Max BP-AA, SBS-AA more BP-CA1 or SBS- -60.0
. . LRFIA(BG) Cement Roof Board or Structodek LRFIA(BG) CAl
concrete or min. 1-inch Styrofoam Brand Roofmate, . R R R CAl1l
Hizhload 60 or Plazamate HD with Primed Red Coating or min.
g 7/16-inch DEXcell Cement Roof
Board
Min. 2,500 psi Min. 0.25-inch DensDeck Prime or (Optional) One or
C-19. structural Min. 1-inch Insulfoam IX EPS LRFIA or SECUROCK Gypsum-Fiber Roof LRFIA or BP-AA, SBS-AA more BP-CA1 or SBS- BP-CA1, SBS -60.0
LRFIA(BG) LRFIA(BG) CAl
concrete Board CAl
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TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmO | etc.e

Base Insulation Layer(s) Top Insulation Layer Roof Cover (Note 15)
Sys. Deck Feah e MDP
No. Note 1 I8 ac sf)*
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Additional Insulation Layer(s): Additional
Optional) Min. 1-inch base (s):
Min. 2,500 psi i(ns‘zllation) ch: LQRrFTA.(:;ZF)lA (Optional) One or BP-CAL, BP-
C-20. structural ﬁ;:&igf::&ic:gg G, Trisotech CGF, tEE::(?;G) Coverboard: Min. 1-inch MonoBoard | Coverboard: BP-AA, SBS-AA more BP-AA, SBS-AA é@é_sAlf-(ﬁAl’ -60.0*
concrete Plus or Min. 2-inch TopRock DD Plus | LRFIAor or APP-TA APP-TA
(no extrapolation permitted for !—RF'A(BG)' 6-
ribbon attachment) [nch o.c.
(Optional) Min. 0.5-inch Trisotech G, )
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- LRFIA or Min. 0.125-inch TremBoard AC or LRFIA or g)ATfrn:lB)sochB:; 25\_10?316 SAiS_
C-21. structural Max FA3, Elevate ISOGARD CG or Ultra-Max min. 0.5-inch Structodek HD with BP-AA, SBS-AA ! ! -165.0
. . LRFIA(BG) . . LRFIA(BG) one or more BP-AA, SBS-AA or
concrete or min. 1-inch Styrofoam Brand Roofmate, Primed Red Coating
) SBS-AA or APP-TA APP-TA
Highload 60 or Plazamate
' . (O'ptlonal) Min. 0:5-|nch Trlsot.ech G, ' Mln. 0.25-inch SECURQCK GyFJsum- (Optional) One BP- BP-CA1, SBS-
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- LRFIA or Fiber Roof Board or min. 0.5-inch LRFIA or CA1 or SBS-CA1 or CA1 BP-AA
C-22. structural Max FA3, Elevate ISOGARD CG or Ultra-Max SECUROCK Cement Roof Board or BP-AA, SBS-AA ! ! -180.0
. X LRFIA(BG) . . LRFIA(BG) one or more BP-AA, SBS-AA or
concrete or min. 1-inch Styrofoam Brand Roofmate, min. 7/16-inch DEXcell Cement Roof
. SBS-AA or APP-TA APP-TA
Highload 60 or Plazamate Board
Min. 2,500 psi . . (Optional) One BP- BP-CA1, SBS-
Min. 0.125-inch TremBoard AC or
structural Min. 1.5-inch Trisotech G, Trisotech, Elevate CA1 or SBS-CA1 or CAl, BP-AA
-23. ! ! in. 0.5-i k HD with - - ! ! -180.
¢23 concrete; ASTM ISOGARD GL or Multi-Max FA3 Hot "2 Pmrlirr;gdstddéz;?;tOde wit Hot asphalt BP-AA, SBS-AA one or more BP-AA, SBS-AA or 180.0
D41 primed p SBS-AA or APP-TA APP-TA
(Optional) Min. 0.5-inch Trisotech G,
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- Min. 0.125-inch TremBoard AC or .
C-24. structural Max FA3, Elevate ISOGARD CG or Ultra-Max LRFIA or min. 0.5-inch Structodek HD with LRFIA or SBS-AA (Optional) One SBS- SBS-TA -165.0
o LRFIA(BG) . X LRFIA(BG) AA, SBS-TA
concrete or min. 1-inch Styrofoam Brand Roofmate, Primed Red Coating
Highload 60 or Plazamate
(Optional) Min. 0.5-inch Trisotech G, Min. 0.25-inch SECUROCK Gypsum-
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- Fiber Roof Board or min. 0.5-inch .
C-25. structural Max FA3, Elevate ISOGARD CG or Ultra-Max tﬁi:i(ng) SECUROCK Cement Roof Board or tﬁi:ﬁ(g;) SBS-AA f\aptslgga:_)AOne SBS- SBS-TA -180.0
concrete or min. 1-inch Styrofoam Brand Roofmate, min. 7/16-inch DEXcell Cement Roof ’
Highload 60 or Plazamate Board
Min. 0.125-inch TremBoard AC or
Min. 2,500 psi min. 0.5-inch Structodek HD with (Optional) One or
structural (Optional) Min. 1.5-inch Trisotech G or Primed Red Coating, DensDeck BP-CA1, SBS-
S concrete; ASTM Trisotech Hot asphalt Prime, DEXcell FA Glass Mat Roof Hot asphalt BP-AA, SBS-AA ?:{e BP-CAL or SBS CAl 60.0
D41 primed Board or SECUROCK Gypsum-Fiber
Roof Board
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TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmO | etc.e

Base Insulation Layer(s) Top Insulation Layer Roof Cover (Note 15)
Sys. Deck Feah e MDP
No. Note 1 I8 ac sf)*
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Min. 0.125-inch TremBoard AC or
Siructaral || (Optional in. 15-inch Trisotech G, Primetl Red Coating o min. 0.2 (Optional) One S&s-
C-27. concrete; ASTM 'll:':;otech, Elevate ISOGARD GL or Multi-Max Hot asphalt inch DensDeck Prime, DEXcell FA Hot asphalt SBS-AA AA, SBS-TA SBS-TA -180.0
D41 primed Glass Mat Roof Board or SECUROCK
Gypsum-Fiber Roof Board
SEBS-APPLIED BASE PLY:
Additional Insulation Layer(s): Additional
(Optional) Min. 1-inch base Layer(s): LRFIA
in. i insulation
Min. 2,500 psi Min. 2-inch Trisotech G, Trisotech CGF, LRFIA or o OrLRFIABG) | 5o sEBS or SBS- | (Optional) BP-SEBS, i
C-28. | structural Trisotech or H-Shield LRFIA(BG) | overboard: Min. inch MonoBoard | Coverboard: | ¢pp SBS-SEBS >85-5E85 600
concrete Plus or Min. 2-inch TopRock DD Plus | LRFIAor
(no extrapolation permitted for _LRF'A(BG)' 6
ribbon attachment) inch o.c.
(Optional) Min. 0.5-inch Trisotech G,
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- Min. 0.125-inch TremBoard AC or .
C-29. structural Max FA3, Elevate ISOGARD CG or Ultra-Max tii::(ng) min. 0.5-inch Structodek HD with tg:z::(ng) E:BSSEBS' SBS (s(égflsc;;asl) BP-SEBS, SBS-SEBS -165.0
concrete or min. 1-inch Styrofoam Brand Roofmate, Primed Red Coating
Highload 60 or Plazamate
Min. 1-inch Trisotech G, Trisotech CGF,
Min. 2,500 psi Trisotech, EnergyGuard Polyiso Insulation, H- . . .
c30. | structural Shield, Elevate ISOGARD GL, Multi-Max FA-3, tgi::(‘;;) in-0.625 IncWEECURQCK Gypsum tgi:i(cére; ) BP-oBS, 58S | (Oprional) BP-SEBS, | sas-sems -195.0
concrete Elevate ISOGARD CG, UltraMax or Styrofoam
Brand Roofmate, Highload 60 or Plazamate
Min. 2,500 psi Min. 0.25-inch DensDeck Prime or .
’ . . LRFIA or . LRFIA or BP-SEBS, SBS- (Optional) BP-SEBS,
C-31. structural Min. 1-inch Insulfoam IX EPS LRFIA(BG) SECUROCK Gypsum-Fiber Roof LRFIA(BG) SEBS SBS-SEBS SBS-SEBS 225.0
concrete Board
(Optional) Min. 0.5-inch Trisotech G,
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- .
C-32. structural Max FA3, Elevate ISOGARD CG or Ultra-Max LRFIA or Min. 0.25-inch DensDeck Prime LRFIA or BP-SEBS, SB5- (Optional) BP-SEBS, SBS-SEBS -262.5
o LRFIA(BG) LRFIA(BG) SEBS SBS-SEBS
concrete or min. 1-inch Styrofoam Brand Roofmate,
Highload 60 or Plazamate
(Optional) Min. 0.5-inch Trisotech G, Min. 0.25-inch SECUROCK Gypsum-
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- Fiber Roof Board or 0.5-inch .
C-33. structural Max FA3, Elevate ISOGARD CG or Ultra-Max tﬁi:ﬁ(g;) SECUROCK Cement Roof Board or tﬁi:ﬁ(ng) ;l;—;SSEBS, SBS- (S(;EtISOErI]SaSI) BP-SEBS, SBS-SEBS -285.0
concrete or min. 1-inch Styrofoam Brand Roofmate, min. 7/16-inch DEXcell Cement Roof
Highload 60 or Plazamate Board

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ
Tremco Modified Bitumen Roof Systems; (800) 562-2728
TOP OF APPENDIX

PEER-TRM-006.B.R19 for FL20325-R21 (HVHZ)
Revision 19: 12/12/2025
Appendix 1, Page 82 of 135



TABLE 3A: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Nemo | etc.e

Base Insulation Layer(s) Top Insulation Layer Roof Cover (Note 15)
Sys. Deck Feah e MDP
No. Note 1 I8 ac sf)*
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Min. 2,500 psi . . . . . .
(Optional) Min. 1.5-inch Trisotech G, Min. 0.125-inch TremBoard AC or .
c3q, | Structural Trisotech, Elevate ISOGARD GL or Multi-Max | Hot asphalt | min. 0.5-inch Structodek HD with Hot asphalt | orocBS, SBS (Optional) BP-SEBS, | ¢oc orpe -180.0
concrete; ASTM . . SEBS SBS-SEBS
) FA3 Primed Red Coating
D41 primed
TORCH-APPLIED BASE PLY:
Additional Insulation Layer(s): Additional
(Optional) Min. 1-inch base Layer(s): LRFIA
Min. 2,500 psi N ! ) insulation or LRFIA(BG)
c-35. | structural x::oi :;c:rTl_r"s‘sc:l‘:g G, Trisotech CGF, tii:ﬁ(g;) Coverboard: Min. 1-inch MonoBoard | Coverboard: | SBS-TA (Optional) SBS-TA SBS-TA -60.0*
concrete Plus or Min. 2-inch TopRock DD Plus | LRFIAor
(no extrapolation permitted for _LRF'A(BG)' 6-
ribbon attachment) [gch o.c.
(Optional) Min. 0.5-inch Trisotech G,
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- K . .
C-36. | structural Max FA3, Elevate ISOGARD CG or Ultra-Max | -RTA O Min. 0.25-inch SECUROCK Gypsum- | LRFIA or APP-TA, sgs-Ta | (OPtional) APP-TA, | APP-TA, SBS -180.0
. . LRFIA(BG) Fiber Roof Board LRFIA(BG) SBS-TA TA
concrete or min. 1-inch Styrofoam Brand Roofmate,
Highload 60 or Plazamate
Min. 1-inch Trisotech G, Trisotech CGF,
Min. 2,500 psi Trisotech, EnergyGuard Polyiso Insulation, H- . .
c-37. | structural Shield, Elevate ISOGARD GL, Multi-Max FA-3, tx:ﬁ(‘;&) z't')';'r%gif E;ggr‘ dSECUROCK Gypsum tﬁi:ﬁ(ng) SBS-TA (Optional) SBS-TA SBS-TA -195.0
concrete Elevate ISOGARD CG, UltraMax or Styrofoam
Brand Roofmate, Highload 60 or Plazamate
(Optional) Min. 0.5-inch Trisotech G,
Min. 2,500 psi Trisotech CGF, Trisotech, H-Shield, Multi- Min. 0.5-inch SECUROCK Cement .
C-38. structural Max FA3, Elevate ISOGARD CG or Ultra-Max tii::(g;) Roof Board or min. 7/16-inch tﬁi::(g;) APP-TA, SBS-TA (S(;g:nT(;nal) APP-TA, ?APP-TA’ SBS- -262.5
concrete or min. 1-inch Styrofoam Brand Roofmate, DEXcell Cement Roof Board
Highload 60 or Plazamate

TABLE 3B: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTem TYPE F: NON-INSULATED, BONDED ROOF COVER

System Deck Pri Roof Cover (Note 15) MDP
rimer

No. (Note 1) Base Ply Ply Cap Ply (psf)

C-39. Min. 2,500 psi structural concrete | None BP-CA1, SBS-CA-1 (Optional) One or more BP-CA1 or SBS-CA1 BP-CA1, SBS-CA1 -60.0

C-40. Min. 2,500 psi structural concrete | ASTM D41 POWERply Standard Smooth HW, torch-applied | (Optional) POWERply Standard Smooth HW, torch-applied | SBS-TA -315.0

c-41. Min. 2,500 psi structural concrete ;ﬁmf”me we BP-CA6, SBS-CAG (Optional) One or more BP-CA6, SBS-CA6 BP-CA6, SBS-CA6 -3725
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TABLE 3: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTEm TYPE F: NON-INSULATED, BONDED ROOF COVER

NEmoO | etc.e

System Deck X Roof Cover (Note 15) MDP
Primer o

No. (Note 1) Base Ply Ply Cap Ply (psf)
C-42. Min. 2,500 psi structural concrete | ASTM D41 APP-TA (Optional) APP-TA APP-TA -465.0
C-43. Min. 2,500 psi structural concrete None BP-CAS5, SBS-CAS (Optional) BP-CA5, SBS-CAS5 BP-CAS5, SBS-CAS5 -802.5
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS - REROOF (TEAR-OFF)
SYSTEM TYPE A-1: LWC TO DECK, BONDED INSULATION, BONDED ROOF COVER

NEmO | etc.e

A

e Lightweight Concrete (Note 14) Base Insulation Layer Coverboard Roof Cover (Note 15) e
ystem
No Deck (Note 1) Type Surfacin Type Attach Type Attach Base Pl Pl Cap PI (psf)*
yp g yp (Notes 6,7,8) yp (Notes 6,7,8) v Y PFlY
PRE-EXISTENT CELLULAR LWC (NoTE 14A):
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Min. 22 o B Pre-existent (re-roof
in. 22 ga., type B, : ! ’ )
only), min. 2-inch - .
Grade 40 steel, 6 ft ‘V) For reroof (tear (thlona!) One or more layers, Min Min. 0.25-inch (Optional)
. thick cellular off), repair LWC 1-inch Trisotech G, Trisotech CGF,
LWC-1 span, 5/8” puddle lightweight concrete spalls with Celcore Trisotech. EnerevGuard Polviso LRFIA or SECUROCK LRFIA or BP-CAl or One or more BP-CAl or 525
| welds, 6” o.c. or . %P €, Enerey v LRFIA(BG) Gypsum-Fiber LRFIA(BG) SBS-CAL BP-CAL or SBS-CAL :
min. 2.500 bsi Compressive: 350 psi | SBS (Sanded Insulation, H-Shield, Elevate Roof Board SBS-CA1
-~ P Withdrawal, Trufast Bonding Surface) ISOGARD GL, Multi-Max FA3
structural concrete ’
Versa-Fast: 260 Ibf
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 22 o B Pre-existent (re-roof
in. 22 ga., type B, . ; ) ) 4
only), min. 2-inch - .
Grade 40 steel, 6 ft .V) For reroo)c (tear: (thlona!) Oneor more layers, Min Min. 0.25-inch (Optional) BP-CAL, BP-
. thick cellular off), repair LWC 1-inch Trisotech G, Trisotech CGF, One or more
span, 5/8” puddle R R . . . LRFIA or SECUROCK LRFIA or BP-CA6 or CA®b, SBS-
LWC-2. ” lightweight concrete | spalls with Celcore Trisotech, EnergyGuard Polyiso ) BP-CA1, BP- -52.5
welds, 6” o.c. or . . . § LRFIA(BG) Gypsum-Fiber LRFIA(BG) SBS-CA6 CA1 or SBS-
min. 2,500 psi Compressive: 350 psi SBS (Sanded Insulation, H-Shield, Elevate Roof Board CA®6, SBS-CA1 CAG
structural concrete Withdrawal, Trufast Bonding Surface) ISOGARD GL, Multi-Max FA3 or SBS-CA6
Versa-Fast: 260 Ibf
Pre-existent (re-roof Min. 0.5-inch
only), min. 2-inch . . DensDeck Prime,
thick cellular teéjélznzlllllxizslr (Optional) One or more layer(s) LRFIA or SECUROCK f | LRFIA or (Optional)
Min. 22 ga., type lightweight concrete P o . yensh Gypsum-Fiber Roo BP-CA6 or | One or more | BP-CA6 or
LWC-3. ) .| Celcore SBS min. 1-inch Trisotech G, Trisotech | LRFIA(BG), Board or LRFIA(BG), -82.5
BV, Grade 40 steel | Compressive: 500 psi . - . ) SBS-CA6 BP-CAG6 or SBS-CA6
) (Sanded Bonding CGF or Trisotech 6-inch o.c. SECUROCK Cement | G-inch o.c.
Withdrawal, Trufast Surface) Roof Board or min. SBS-CA6
FM-90 Base Sheet 7/16-inch DEXcell
Fastener: 170 Ibf Cement Roof Board
Pre-existent (re-roof Min. 0.5-inch
i i DensDeck Prime,
ek callar | (0ptional) Repai SECUROCK (Optional)
in. 2 i K . L i i -Fi L
Min. 2,500 psi lightweight concrete WC spalls with (O.ptlonaI? One qr more layer(s), LRFIA or Gypsum-Fiber Roof RFIA or BP-CA6 or | One ormore | BP-CA6 or
LWC-4. | structural ) .| Celcore SBS min. 0.5-inch Trisotech G, LRFIA(BG), Board or LRFIA(BG), -277.5
Compressive: 500 psi . R R . . SBS-CA6 BP-CA6 or SBS-CA6
concrete ) (Sanded Bonding Trisotech CGF or Trisotech 6-inch o.c. SECUROCK Cement | 6-inch o.c.
Withdrawal, Trufast Surface) Roof Board or min. SBS-CA6
FM-90 Base Sheet 7/16-inch DEXcell
Fastener: 170 Ibf Cement Roof Board

POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS - REROOF (TEAR-OFF)

SYSTEM TYPE A-1: LWC TO DECK, BONDED INSULATION, BONDED ROOF COVER

NEmO | etc.e

Z——

e Lightweight Concrete (Note 14) Base Insulation Layer Coverboard Roof Cover (Note 15) e
stem
"No Deck (Note 1) Type Surfacin Type Attach Type Attach Base Pl Pl Cap PI (psf)*
yp 8 yp (Notes 6,7,8) yp (Notes 6,7,8) v Y PFlY
Pre-existent (re-roof
Min. 22 ga., type B, onl . . . )
y), min. 2-inch For reroof (tear- (Optional) One or more layers, Min. . . .
Grade 40steel, 6 ft | 4o\ coljylar off), repair LWC 1-inch Trisotech G, Trisotech CGF Min. ORggsinch (Optional)
" ), rep , ,
LWCS span, 5/8” puddle lightweight concrete <palls with Celcore Trisotech. EneravGuard Polviso LRFIA or SECUROCK LRFIA or BP-CAS or One or more BP-CAS5 or 525
| welds, 6” o.c. or . s €, Energy ¥ LRFIA(BG) Gypsum-Fiber LRFIA(BG) SBS-CAS BP-CAS or SBS-CAS :
min. 2.500 psi Compressive: 350 psi | SBS (Sanded Insulation, H-Shield, Elevate Roof Board SBS-CAS
stru.ctleraI cchrete Withdrawal, Trufast Bonding Surface) ISOGARD GL, Multi-Max FA3
Versa-Fast: 260 Ibf
Min. 0.5-inch
Pre-existent (re-roof DensDeck Prime,
only), min. 2-inch . . DEXcell FA Glass
thick cellular f.(\a\/p(tilgnzlll)ssveifslr (Optional) One or more layer(s) LRFIA or e, o (Optional)
. ) . i ,
Min. 22 ga., type | lightweight concrete P ption . ¥ SECUROCR LRFIA, 6- BP-CASor | Oneormore | BP-CAS or
LWC-6. . .| Celcore SBS min. 1-inch Trisotech G, Trisotech LRFIA(BG), Gypsum-Fiber Roof | . -82.5
BV, Grade 40 steel | Compressive: 500 psi i X i inch o.c. SBS-CAS BP-CAS or SBS-CA5
i (Sanded Bonding CGF or Trisotech 6-inch o.c. Board or
Withdrawal, Trufast SECUR SBS-CA5
’ Surface) UROCK Cement
FM-90 Base Sheet Roof Board or min.
Fastener: 170 Ibf 7/16-inch DEXcell
Cement Roof Board
Min. 0.125-inch
TremBoard AC or
Pre-existent (re-roof min. 0.5-inch
f i DensDeck Prime,
?f:]iZ()’cZIIE.IaZr e (Optional) Repair DEXcell FA Glass (Optional)
Min. 2,500 psi A A LWC spalls with (Optional) One or more layer(s), LRFIA or Mat Roof Board, P
lightweight concrete h . . LRFIA, 6- BP-CAS or One or more BP-CAS or
LWC-7. | structural Compressive: 500 psi Celcore SBS min. 0.5-inch Trisotech G, LRFIA(BG), SECUROCK inch o.c SBS-CAS BP-CAS or SBS-CAS -277.5
concrete Withdrawal :I'rufast (Sanded Bonding Trisotech CGF or Trisotech 6-inch o.c. Gypsum-Fiber Roof o SBS-CAS
’ Surface Board or
FM-90 Base Sheet ) SECUROCK Cement
Fastener: 170 Ibf Roof Board or min.
7/16-inch DEXcell
Cement Roof Board
ASPHALT APPLIED BASE PLY:
Min. 22 tvpe B Pre-existent (re-roof
In. 22 ga., type B, only), min. 2-inch F f (tear- Optional) O | Mi
Grade 40steel, 6t | yk) il or reroof (\gr (_‘p ional) One or more layers, Min. Min. 0.25-inch (Optional) BP- | BP-CAL, BP-
Y ick cellular off), repair LWC 1-inch Trisotech G, Trisotech CGF,
LWC-8 span, 5/8” puddle lightweight concrete spalls with Celcore Trisotech. EnerayGuard Polviso LRFIA or SECUROCK LRFIA or BP-AA, CAl, BP-AA, AA, SBS-CA1, 525
| welds, 6” o.c. or . | %P n, Enerey v LRFIA(BG) Gypsum-Fiber LRFIA(BG) SBS-AA SBS-CA1, SBS- | SBS-AA or :
K . Compressive: 350 psi SBS (Sanded Insulation, H-Shield, Elevate
min. 2,500 psi ‘ K X Roof Board AA or APP-TA APP-TA
structural concrete Withdrawal, Trufast Bonding Surface) ISOGARD GL, Multi-Max FA3
Versa-Fast: 260 Ibf
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS - REROOF (TEAR

SYSTEM TYPE A-1: LWC TO DECK, BONDED INSULATION, BONDED ROOF COVER

NEmO | etc.e

e Lightweight Concrete (Note 14) Base Insulation Layer Coverboard Roof Cover (Note 15) e
ystem
No Deck {Note 1 Type Surfacing Type Attach Type Attach Base Ply Ply Cap Ply (psf)*
(Notes 6,7,8) (Notes 6,7,8)
Min. 22 type B Pre-existent (re-roof
N 2283, WPEB, | only), min. 2-inch For reroof (tear (Opti i
) . - ptional) One or more layers, Min. . . .
Sr:: esig'?tej;’d?eﬂ thick cellular off), repair LWC Lrinch Trisotech G, Trisotech CGF, LRFIA or sMEE]L'J?{ga(InCh LRFIA or (O%;:Lc:: rilZ)re
LWC-9. v:)eld’s & opc o lightweight concrete | spalls with Celcore Trisotech, EnergyGuard Polyiso LRFIA(BG) Gvosum-Fiber LRFIA(BG) SBS-AA SBS-AA. SBS. SBS-TA -52.5
min. 2,500 56 Compressive: 350 psi | SBS (Sanded Insulation, H-Shield, Elevate RZEf o o
stru.ctleraI concrete Withdrawal, Trufast Bonding Surface) ISOGARD GL, Multi-Max FA3
Versa-Fast: 260 Ibf
Min. 0.5-inch
Pre-existent (re-roof DensDeck Prime,
only), min. 2-inch . . DEXcell FA Glass .
thigk) cellular (Optional) Repair Mat Roof Board, (Optional) BP-CA1, BP-
Min. 22 ga., type lightweight concrete LWC spalls with (Optional) One or more layer(s), LRFIA or SECUROCK LREIA. 6- BP-AA One or more | AA, SBS-
LWC-10. BY érade ZO steel | Compressive: 500 psi Celcore SBS min. 1-inch Trisotech G, Trisotech LRFIA(BG), Gypsum-Fiber Roof inch c; c SBS—AA BP-AA, SBS- CA1, SBS- -82.5
! ) : (Sanded Bonding CGF or Trisotech 6-inch o.c. Board or h AA or APP- AA or APP-
Withdrawal, Trufast Surface) SECUROCK Cement TA TA
FM-90 Base Sheet Roof Board or min.
Fastener: 170 Ibf 7/16-inch DEXcell
Cement Roof Board
Min. 0.125-inch
TremBoard AC or
Pre-existent (re-roof min. 0.5-inch
only), min. 2-inch . . DensDeck Prime, .
thick cellular (Optional) Repair DEXcell FA Glass (Optional) BP-CA1, BP-
Min. 2,500 psi lightweight concrete LWC spalls with (Optional) One or more layer(s), LRFIA or Mat Roof Board, LRFIA 6 BP-AA One or more | AA, SBS-
LWC-11. | structural Compressive: 500 bsi Celcore SBS min. 0.5-inch Trisotech G, LRFIA(BG), SECUROCK inch c; c SBS—AA BP-AA, SBS- CA1, SBS- -277.5
concrete WichrawaI .Trufaspt (Sanded Bonding Trisotech CGF or Trisotech 6-inch o.c. Gypsum-Fiber Roof - AA, SBS-TA AA, SBS-TA
' Surface Board or or APP-TA or APP-TA
FM-90 Base Sheet ) SECUROCK Cement
Fastener: 170 Ibf Roof Board or min.
7/16-inch DEXcell
Cement Roof Board
SEBS APPLIED BASE PLY:
Min. 22 tvpe B Pre-existent (re-roof
G::ae 4gi.t’egllp§ft‘ only), min. 2-inch For reroof (tear- (Optional) One or more layers, Min. Min. 0.25-inch
span, 5/8" puddle | Lo couar Qi repar LWL Linch Trisotech G, Trisotech CGF, | gy o SECUROCK LRFIA or gp-seps, | \oPtional) BP-
LWC-12. pan, ” P lightweight concrete spalls with Celcore Trisotech, EnergyGuard Polyiso . ! SEBS, SBS- SBS-SEBS -52.5
welds, 6” o.c. or . . . , LRFIA(BG) Gypsum-Fiber LRFIA(BG) SBS-SEBS
min. 2,500 psi Compressive: 350 psi SBS (Sanded Insulation, H-Shield, Elevate Roof Board SEBS
stru'ctllJraI concrete Withdrawal, Trufast Bonding Surface) ISOGARD GL, Multi-Max FA3
Versa-Fast: 260 Ibf
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS - REROOF (TEAR

SYSTEM TYPE A-1: LWC TO DECK, BONDED INSULATION, BONDED ROOF COVER

NEmO | etc.e

e Lightweight Concrete (Note 14) Base Insulation Layer Coverboard Roof Cover (Note 15) e
ystem
No Deck (Note 1) Type Surfacin Type Attach Type Attach Base Pl Pl Cap PI (psf)*
yp 8 yp (Notes 6,7,8) yp (Notes 6,7,8) v Y PFlY
Min. 0.5-inch
Pre-existent (re-roof DensDeck Prime,
| in. 2-inch . . DEXcell FA Glass
S;!Q'cziz|ar e (Optional) Repair Mat Roof Board,
. A A LWC spalls with Optional) One or more layer(s), LRFIA or i -
Min. 22 ga., type lightweight concrete palls wi ( ption ) X \ (s) SECUROCK LRFIA, 6- BP-SEBS, (Optional) BP
LWC-13. BV, Grade 40 steel | Compressive: 500 psi Celcore SBS min. 1-inch Trisotech G, Trisotech LRFIA(BG), Gypsum-Fiber Roof inch o SBS-SEBS SEBS, SBS- SBS-SEBS -82.5
! me . P (Sanded Bonding CGF or Trisotech 6-inch o.c. Board or < SEBS
Withdrawal, Trufast Surface) SECUROCK Cement
FM-90 Base Sheet Roof Board or min.
Fastener: 170 Ibf 7/16-inch DEXcell
Cement Roof Board
Min. 0.125-inch
TremBoard AC or
Pre-existent (re-roof min. 0.5-inch
only), min. 2-inch . . DensDeck Prime,
_ _ thick cellular (Optional) Repair DEXcell FA Glass
Min. 2,500 psi lightweight concrete LWC spalls with (O'ptlonal? One qr more layer(s), LRFIA or Mat Roof Board, LRFIA, 6- BP-SEBS, (Optional) BP-
LWC-14. | structural . . | Celcore SBS min. 0.5-inch Trisotech G, LRFIA(BG), SECUROCK . SEBS, SBS- SBS-SEBS -277.5
Compressive: 500 psi . . S R . inch o.c. SBS-SEBS
concrete ) (Sanded Bonding Trisotech CGF or Trisotech 6-inch o.c. Gypsum-Fiber Roof SEBS
Withdrawal, Trufast Surface) Board or
FM-90 Base Sheet SECUROCK Cement
Fastener: 170 Ibf Roof Board or min.
7/16-inch DEXcell
Cement Roof Board
TORCH APPLIED BASE PLY:
Min. 22 8 Pre-existent (re-roof
in.22ga., ype B, | 1) min. 2-inch For reroof (tear- (Optional) One or more layers, Min. ) )
Grade 40steel, 6 ft | vy cellular off), repair LWC 1-inch Trisotech G, Trisotech CGF Min. 0.25-inch (Optional)
span, 5/8” puddle ) i  Tep ) ¢ o LRFIA or SECUROCK LRFIA or APP-TA or P APP-TA, SBS-
LWC-15. . lightweight concrete | spalls with Celcore Trisotech, EnergyGuard Polyiso ) APP-TA, SBS- -52.5
welds, 6” o.c. or . . . , LRFIA(BG) Gypsum-Fiber LRFIA(BG) SBS-TA TA
min. 2,500 psi Compressive: 350 psi SBS (Sanded Insulation, H-Shield, Elevate Roof Board TA
structural concrete Withdrawal, Trufast Bonding Surface) ISOGARD GL, Multi-Max FA3
Versa-Fast: 260 Ibf
Min. 0.5-inch
Pre-existent (re-roof DensDeck Prime,
i i DEXcell FA Glass
?r:]ilgk)’cgll:'l:r jpch (Optional) Repair Mat Roof Board,
. . . LWC spalls with Optional) One or more layer(s), LRFIA or i
Min. 22 ga., type lightweight concrete palls wi ( ption ) : Y (s) SECUROCK LRFIA, 6- APPTAGr | (Optional) APP-TA or
LWC-16. . . | Celcore SBS min. 1-inch Trisotech G, Trisotech LRFIA(BG), Gypsum-Fiber Roof . APP-TA or -82.5
BV, Grade 40 steel | Compressive: 500 psi . . . inch o.c. SBS-TA SBS-TA
. (Sanded Bonding CGF or Trisotech 6-inch o.c. Board or SBS-TA
Withdrawal, Trufast Surface) SECUROCK Cement
FM-90 Base Sheet Roof Board or min.
Fastener: 170 Ibf 7/16-inch DEXcell
Cement Roof Board
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TABLE 4A: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS - REROOF (TEAR-OFF)

SYSTEM TYPE A-1: LWC TO DECK, BONDED INSULATION, BONDED ROOF COVER

Nemo | etc.e

e Lightweight Concrete (Note 14) Base Insulation Layer Coverboard Roof Cover (Note 15) e
ystem
No e Type Surfacin Type Attach Type Attach Base Pl Pl Cap PI (psf)*
yp 8 yp (Notes 6,7,8) yp (Notes 6,7,8) v Y PFlY
Min. 0.5-inch
Pre-existent (re-roof DensDeck Prime,
| in. 2-inch . . DEXcell FA Glass
;:!lz'cr;:&ar e (Optional) Repair Mat Roof Board,
Min. 2,500 psi . h LWC spalls with Optional) One or more layer(s), i
p lightweight concrete P (Optional) ! ver(s) LRFIA or pECUROCK LRFIA, 6- APp-TAor | (Optional) APP-TA or
LWC-17. | structural . . | Celcore SBS min. 0.5-inch Trisotech G, LRFIA(BG), Gypsum-Fiber Roof . APP-TA or -277.5
Compressive: 500 psi . . . R inch o.c. SBS-TA SBS-TA
concrete ) (Sanded Bonding Trisotech CGF or Trisotech 6-inch o.c. Board or SBS-TA
Withdrawal, Trufast SECUROCK Ci t
Surface) BER
FM-90 Base Sheet Roof Board or min.
Fastener: 170 Ibf 7/16-inch DEXcell
Cement Roof Board

TABLE 4B: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Lightweight Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (Note 15)
Sys Deck . MbP
No e Concrete S Fasten o, Barrier S Attach S Attach Ea— T @i of
{Not=1) Note 14 U (Note 11) Note 15 o (Notes 6,7,8) o (Notes 6,7,8) Y v Py
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
. ELASTIZELL (23- 7-inch o.c. at MRS - LRFIA or
Min. 22 ga., . . Trisotech CGF, Trisotech, . .
0817.05): BURmastic Tremco 4-inch laps Y LRFIA(BG), Min. 0.25-inch .
type BV, K . R . . . . EnergyGuard Polyiso X . (Optional)
Min. 370 psi, Composite Twin-Loc Nail | and 7-inch (Optional) . A ~10.5-inch DensDeck Prime,
Grade 40 . i Insulation, H-Shield, Elevate . BP-CA1 One or
Min. 2-inch Ply HT, Assembled o.c. attwo BP-CAS or o.c. (ribbons DEXcell FA Glass Mat LRFIA or BP-CAl or
LWC-18.| steel; 6 ft X X . ISOGARD GL, Elevate or SBS- more BP- -45.0
thick, Elastizell BURmastic Fastener (2), equally SBS-CAS y shall be over Roof Board or LRFIA(BG) SBS-CA1
span; #12 . . ” ISOGARD CG, Multi-Max FA3, CAl CAlor
Range lll Cellular | Composite (min. 1.7 spaced, (smooth) anchor sheet SECUROCK Gypsum-
HWH Teks i X UltraMax or Styrofoam X SBS-CA1
” Concrete with Ply Premium embed) staggered X fastener Fiber Roof Board
56” o.c. X Brand Roofmate, Highload
Zell-Crete Fibers center rows rows)
60 or Plazamate
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 0.25-inch
Min. 22ga, | ECASTIZELL(3: THinch o at Trsotocn Cap, Tsoteeh, | RO | D el Mt
283 | 0817.05): BURmastic Tremco 4-inch laps I ! LRFIA(BG),
type BV, X . . . . . 4 EnergyGuard Polyiso . Roof Board or
Min. 370 psi, Composite Twin-Loc Nail and 7-inch (Optional) X . ~10.5-inch .
Grade 40 X R Insulation, H-Shield, Elevate . SECUROCK Gypsum- BP-CAS (Optional)
Min. 2-inch Ply HT, Assembled o.c. at two BP-CAS or o.c. (ribbons | LRFIA or
LWC-19.| steel; 6 ft thick. Elastizell BURMastic Fastener (2), equall SBS-CAS ISOGARD GL, Elevate shall be over Fiber Roof Board or LRFIA(BG) or SBS- BP-CAS or SBS-CAS -45.0
span; #12 | MO EEEE L omposite ., nod (smooth) | 'SOGARD CG, Multi-Max FA3, | T ELEC | min. 0.S-inch CAS SBS-CAS
HWH Teks cange N e’t:: ar ol P':emium embn.ad.) sfa er,ed UltraMax or Styrofoam fastener SECUROCK Cement
56” o.c. Zo|r|1ccre € V:Ib v gtg Brand Roofmate, Highload ) Roof Board or min.
ell-Crete Fikely ce@yrows 60 or Plazamate rows 7/16-inch DEXcell
Cement Roof Board
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NEmO | etc.e
TABLE 4B: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Lightweight Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (Note 15)
Sys Deck ) MDP
No o Concrete S Fasten J—_— Barrier Tvoe Attach S Attach po— Bl G of
{Note 1) (Note 14) Ul (Note 11) (Note 15) o (Notes 6,7,8) o (Notes 6,7,8) y Y Py
ELASTIZELL . Min. 1-inch Trisotech G,
(NOA 23- . 7-inch o.c. at Trisotech CGF, Trisotech, LRFIA or
. X BURmastic 4-inch laps X LRFIA(BG),
Min. 22 ga., 0817.05): . . . . EnergyGuard Polyiso o
N X Composite Tremco Twin and 7-inch (Optional) . . 8-inch o.c. .
type BY, Min. 430 psi, Ply HT or Loc-Nails o.c. at three BP-CAS or Insulation, H-Shield, Elevate (ribbons shall | Min. 0.125-inch LREgA0Y BP-CAS (Optional)
LWC-20.| Grade 80 Min. 2-inch BJRmastic (min. 1.7” (é)'e wall SBS-CAS ISOGARD GL, Elevate e o Trer;18~oard AC LRFIA(BG), 8- or SBS- BP-CAS or SBS-CAS -52.5
steel; 6 ft thick, Elastizell . T » equally ISOGARD CG, Multi-Max FA3, inch o.c. CA5 SBS-CAS
Composite embed) spaced, (smooth) anchor sheet
span Range IlI Cellular Ply Premium stageered UltraMax or Styrofoam fastener
Concrete with v E8 Brand Roofmate, Highload
. center rows rows)
Zell-Crete Fibers 60 or Plazamate
Min. 0.25-inch
Min. 22ga., | ELASTIZELL(23: 7-inch o.c. at x;:é)tle—tlzr;chTFrlsﬁ'tisegreffl‘n g or g:;zEITCFI/(\PGr:Z?Mat
22832 | 5817.05): BURmastic Tremco 4-inch laps L ! LRFIA(BG),
type BV, Min. 430 psi Composite Twin-Loc Nail and 7-inch (Optional) EnergyGuard Polyiso ~8-inch o.c Gagf Board or
Grade 80 Mf"‘ o phs" o HpT Aesembled o e thrae BP’_’CAS o | Insulation, H-shield, Elevate | /e ° | SECUROCK Gypsum- | LRFIA or BP-CA5 | (Optional)
LWC-21.| steel; 6 ft th!nl; é:nct‘ " BJRmI’astic Fastener (?;) : equall SBS-CAS ISOGARD GL, Elevate be over Fiber Roof Board or LRFIA(BG), 8- or SBS- BP-CA5 or | SBS-CA5 -60.0
span; #12 0 ick, ”TSC'Zlf e | Composite {min. 1.7 . ;ceqd v smooth) | 'SOGARD €6, Multi-MaxFA3, | 2“0 | min. 0.5:inch inch o.c. CAS SBS-CAS
HWH Teks Cange ¢ e,[:: ar Pl P‘r)emium embéd.) sfa erled UltraMax or Styrofoam fastener SECUROCK Cement
56” o.c. Zolrl'n(;:re € “F”b v engtger rows Brand Roofmate, Highload rows) Roof Board or min.
ell-Crete Fibers ¢ 60 or Plazamate 7/16-inch DEXcell
Cement Roof Board
ASPHALT APPLIED BASE PLY:
Min. 0.125-inch
Pre- Pre-existent BURmastic Trufast Versa 6-inch o.c. at TremBoard AC or
existent min. 2-inch ’ Composite Fastener & 4-inch laps (Optional) min. 0.25-inch
steel or thicI-( min. 360 ol H'?I' or P'atei 2 screws and 12-inch BP-AA, Min. 1.5-inch Trisotech G, DensDeck, DensDeck BP-AA (Optional) BP-AA o
LWC-22.| structural Y : v . perp ate . o.c. at four SBS-AA or Trisotech, Elevate ISOGARD Hot asphalt Prime, DEXcell FA Hot asphalt ’ BP-AA or -75.0
psi cellular BURmastic installed 180 ) SBS-AA SBS-AA
concrete, X K R p (4), equally SBS-TA GL or Multi-Max FA3 Glass Mat Roof SBS-AA
lightweight Composite into the holes
acceptable oncrete Ply Premium of the plate spaced (smooth) Board or SECUROCK
to AHJ cone y Fremiu (MCRF > 67 |bf) center rows Gypsum-Fiber Roof
Board
Min. 0.125-inch
Pre- Pre-existent BURmastic Trufast Versa 6-inch o.c. at TremBoard AC or
existent min. 2-inch ’ Compasite Fastener & 4-inch laps (Optional) min. 0.25-inch (Optional)
steel or thicl.< min. 360 ol HF')I' or P'ate; 2 screws and 12-inch BP-AA, Min. 1.5-inch Trisotech G, DensDeck, DensDeck One or
LWC-23.| structural Y : v . B P ate . o.c. at four SBS-AA or Trisotech, Elevate ISOGARD Hot asphalt Prime, DEXcell FA Hot asphalt SBS-AA more SBS- | SBS-TA -75.0
psi cellular BURmastic installed 180 -
concrete, . . Y into the holes (4), equally SBS-TA GL or Multi-Max FA3 Glass Mat Roof AA, SBS-
lightweight Composite n
acceptable concrete Ply Premium of the plate spaced (smooth) Board or SECUROCK TA
to AHJ v (MCRF > 67 Ibf) center rows Gypsum-Fiber Roof
Board
SEBS APPLIED BASE PLY:
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TABLE 4B: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

NEmO | etc.e

Lightweight Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (Note 15)

Sys Deck ) MDP
No o Concrete S Fasten J—_— Barrier Tvoe Attach S Attach po— Bl G of
{Note 1) (Note 14) Ul (Note 11) (Note 15) o (Notes 6,7,8) o (Notes 6,7,8) y Y Py

Min. 0.125-inch
Pre- Pre-existent BURmastic Trufast Versa 6-inch o.c. at TremBoard AC or
existent min. 2-inch ’ Composite Fastener & 4-inch laps (Optional) min. 0.25-inch
steel or thicl.< min. 360 e Hr')l'or P'atej 2screws and 12-inch BP-AA, Min. 1.5-inch Trisotech G, DensDeck, DensDeck BP-SEBS, | (Optional)
LWC-24.| structural < collular BJRmastic ir;esrta‘ljllaetdeISO“ o.c. at four SBS-AAor | Trisotech, Elevate ISOGARD Hot asphalt Prime, DEXcell FA Hot asphalt SBS- BP-SEBS, | SBS-SEBS -75.0
concrete, P ) . into the holes (4), equally SBS-TA GL or Multi-Max FA3 Glass Mat Roof SEBS SBS-SEBS
lightweight Composite
acceptable concrete Ply Premium of the plate spaced (smooth) Board or SECUROCK
to AHJ Y (MCRF > 67 Ibf) center rows Gypsum-Fiber Roof
Board
TORCH-APPLIED BASE PLY:
Min. 0.25-inch
ELASTIZELL Z-inch o.c. at Min. 1-inch Trisotech G, LRFIA or DensDeck Prime,
Min. 22 ga., | (NOA 23- ) . o Trisotech CGF, Trisotech, DEXcell FA Glass Mat
BURmastic 4-inch laps . LRFIA(BG),
type BV, 0817.05): . . . . EnergyGuard Polyiso . Roof Board or
- . Composite Tremco Twin and 7-inch (Optional) . R ~10.5-inch .
Grade 40 Min. 370 psi, X Insulation, H-Shield, Elevate N SECUROCK Gypsum- (Optional)
X R Ply HT or Loc-Nails o.c. at two BP-CAS5 or o.c. (ribbons i LRFIA or APP-TA, APP-TA,
LWC:25. | steel; 6Tt ) Min. 2-inch BURmastic | (min.17” | (2),equally | SBS-CAS | SOCARD Gl Elevate shall be over | FiberRoofBoardor | pepag) | spsa | APPTA | spsTa >0
spam; #12 | thick, Elastizell | S0 ambed) . alceqd v smooth) | [SOGARD €6, Multi-Max FA3, | 218 PELCE | min. 0.5:inch SBS-TA
HWH Teks Range IlI Cellular Pl P':emium sfa er’ed UltraMax or Styrofoam fastener SECUROCK Cement
56" o.c. Concrete with v engtger rows Brand Roofmate, Highload rows) Roof Board or min.
Zell-Crete Fibers ¢ 60 or Plazamate 7/16-inch DEXcell
Cement Roof Board
Min. 0.25-inch
ELASTIZELL 7-inch o.c. at Min. 1-inch Trisotech G, LREIA or DensDeck Prime,
Min. 22 ga., | (NOA 23- ) . . Trisotech CGF, Trisotech, DEXcell FA Glass Mat
BURmastic 4-inch laps . LRFIA(BG),
type BV, 0817.05): . . . . EnergyGuard Polyiso . Roof Board or
- . Composite Tremco Twin and 7-inch (Optional) . . ~8-inch o.c. .
Grade 80 Min. 430 psi, | Insulation, H-Shield, Elevate X SECUROCK Gypsum- LRFIA or (Optional)
X R Ply HT or Loc-Nails o.c. at three BP-CAS or (ribbons shall . APP-TA, APP-TA,
LWC-26.| steel; 6 ft Min. 2-inch BURmastic (min. 1.7 (3), equall SBS-CAS ISOGARD GL, Elevate be over Fiber Roof Board or LRFIA(BG), 8- SBS-TA APP-TA, SBS-TA -60.0
span; #12 thick, Elastizell Composite embt'ed.) s a,ceqd v (smooth) ISOGARD CG, Multi-Max FA3, anchor sheet min. 0.5-inch inch o.c. SBS-TA
HWH Teks Range llI Cellular Pl P':emium sfa er,ed UltraMax or Styrofoam fastener SECUROCK Cement
56" o.c. Concrete with Y gtg Brand Roofmate, Highload ) Roof Board or min.
Zell-Crete Fibers cenSlSis 60 or Plazamate rows 7/16-inch DEXcell
Cement Roof Board
- Trufast V -i .C.
Pr.e Pre-existent, BURmastic rutast versa 6 !nch oc.at ] Min. 0.25-inch
existent min. 2-inch Composite Fastener & 4inch laps (Optional) DensDeck Prime
steel or Lo P Plate; 2 screws and 12-inch BP-AA, Min. 1.5-inch Trisotech G, ’ (Optional)
thick, min. 360 Ply HT or per plate . DEXcell FA Glass Mat APP-TA, APP-TA,
LWC-27.| structural R . ; . o.c. at four SBS-AA or Trisotech, Elevate ISOGARD Hot asphalt Hot asphalt APP-TA, -75.0
concrete psi cellular BURmastic installed 180 (), equall SBS-TA 6L or Multi-Max FA3 Roof Board or SBS-TA SBS-TA SBS-TA
¢ lightweight Composite into Tieloles - or Multi-Max SECUROCK Gypsum-
acceptable concrete Ply Premium of the plig ua (smooth) Fiber Roof Board
to AHJ v (MCRF > 67 Ibf) center rows
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SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) O

NEmO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)
System Deck s MDP
No. (Note 1) Type Surfacing Type '::t:nlelr Top Layer Attach Base Ply Ply Cap Ply sf
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast V.
type B, Grade 40 | min. 2-inch Repair LWC more layers, min. 1-inch thick FBC F;zt:iergslflate (Optional) O
steel, 6 ft span . : . : ; ptional) One or
’ ¢ thick, . lls with Approved polyisocyanurate or - X
5/8” puddle e m'” spalis wi [?p P y v . . 2 screws per plate 1 per 2.7 ft2 BP-CA6 or SBS- | more BP-CA1, BP- BP-CAL, BP-CAG,
" 350 psi Celcore SBS mineral wool insulation, loose laid : .. SBS-CA1 or SBS- -45.0
welds, 6” o.c. or . . A installed 180° into | (12 per 4x8 ft board) CA6 CA®6, SBS-CA1 or
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the SBS-CA6 CA6
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof late*
concrete concrete Board P
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top a 5
lWe-28 coat. Field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
RS 2 20 2 <
O o 20 2 O
O O O O
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast V. 1 per 1.8 ft?
type B, Grade 40 | min. 2-inch Repair LWC more layers, min. 1-inch thick FBC F:;t:;ere&rslflate' (12 plates per 4x8 ft ional
steel, 6ftspan, | thick min. spalls with Approved polyisocyanurate or * | board in field of (Optional) One or BP-CA1, BP-CAS,
5/8” puddle . N . . . 2 screws per plate . BP-CA6 or SBS- more BP-CA1, BP-
" 350 psi Celcore SBS mineral wool insulation, loose laid X 5. board, plus 1 part in SBS-CA1 or SBS- -60.0
welds, 6” o.c. or . X R installed 180° into CA6 CA6, SBS-CA1 or
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the corner, 2 parts on SBS-CAG CA6
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof plate* short edge and 3 parts
concrete concrete Board on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A <
ESE coat. Field withdrawal resistance testing (Note 11) shall yield minimum 214 Ibf. v v b 4
S 2 < O aeg
<O
O O O O
g
28 2 20 2 20 2 O
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) oR RECOVER
SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)

System Deck s MDP
No. Note 1 T faci T astener Top Layer Attach sf
(Note 1) ype Surfacing ype Note 11 op Layer Attac Base Ply Ply Cap Ply

Min. 22 ga., Pre-existent i
! B L : (Opt I)O
type B, Grade 40 | min. 2-inch Repair LWC ase Layer(s) (. p |<?na ) r.1e or Trufast Versa 1 per 1.3 f©
steel, 6 ft span . . . more layers, min. 1-inch thick FBC Fastener & Plate; .
¢ thick, min. spalls with . (18 plates per 4x8 ft (Optional) One or BP-CA1, BP-CA6,
5/8” puddle X Approved polyisocyanurate or 2 screws per plate L
" 350 psi Celcore SBS X . . . X o board in field of SBS-CA6 more BP-CA6 or SBS-CA1 or SBS- -67.5
welds, 6” o.c. or cellular (sanded Bondin mineral wool insulation, loose laid installed 180° into board. plus 6 part SBS-CAG CAG
min. 2,500 psi lightweight surface) 8 Top Layer: Min. 0.125-inch the holes of the Ioc:\are;:ip:)s parts on
structural TremBoard AC plate* 8N
concrete concrete
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 180 Ibf.
LWC-30.
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or TrufastV. 1 per 1.3 ft2
type B, Grade 40 | mjn, 2-inch Repair LWC more layers, min. 1-inch thick FBC rurdggersa (18 plates per 4x8 ft
steel, 6 ft span, . ) . ) Fastener & Plate; L )
* | thick, min. spalls with Approved polyisocyanurate or board in field of (Optional) One or | BP-CA1, BP-CA6,
5/8” puddle . . . . . 2 screws per plate . BP-CA6 or SBS-
welds. 6" o.c.or | 350Psi Celcore SBS mineral wool insulation, loose laid installed 180° into board, plus 1 part in CAG more BP-CA6 or SBS-CA1 or SBS- -97.5
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the corner, 2 parts on SBS-CA6 CA6
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof plate* short edge and 3 parts
concrete concrete Board on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A <
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 259 Ibf. . 4 A b
an
LWC-31. ﬂ o 28 2 20 2 o
< o o v g
25 2 < 202 O
o O O S
O S 2t O
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) O

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)
System Deck s MDP
No. (Note 1) Type Surfacing Type '::t:nlelr Top Layer Attach Base Ply Ply Cap Ply sf
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast Versa
type B, Grade 40 | min, 2-inch Repair LWC more layers, min. 1-inch thick FBC
steel, 6 ft span, thick, min. spalls with Approved polyisocyanurate or Fastener & Plate; (Optional) One or
5/8” puddle . ) : : . 2 screws per plate | 1per2.7 ft? BP-CAS or SBS- BP-CAS or SBS-
" 350 psi Celcore SBS mineral wool insulation, loose laid i .. more BP-CAS or -45.0
welds, 6” o.c. or . i R installed 180° into (12 per 4x8 ft board) CA5 CAS5
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the SBS-CAS
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof late*
concrete concrete Board P
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top 5 5
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
LWC-32. -
2 < < 28 2
O o 20 2 o
20 2 o O O
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast Versa 1 per 1.8 ft?
type B, Grade 40 | min, 2-inch Repair LWC more layers, min. 1-inch thick FBC (12 plates per 4x8 ft
steel, 6 ft span, thick, min. spalls with Approved polyisocyanurate or Fastener & Plate; board in field of (Optional) One or
5/8” puddle . . | linsulati | laid 2 screws per plate i BP-CAS or SBS- BP-CAS or SBS-
welds, 6” o.c. or 350 psi Celcore SBS mineral wool insulation, loose lai installed 180° into board, plus 1 part in CAS more BP-CAS5 or CAS -60.0
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the corner, 2 parts on SBS-CAS
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof late* short edge and 3 parts
concrete concrete Board P on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A V'S A <
LWC-33 coat. Field withdrawal resistance testing (Note 11) shall yield minimum 214 Ibf. v v v
S o O e
<O
O O O
<>
o 20 2 o
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) oR RECOVER
SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)

System Deck s MDP
No. Note 1 T faci T astener Top Layer Attach sf
(Note 1) ype Surfacing ype Note 11 op Layer Attac Base Ply Ply Cap Ply

Min. 22 ga., Pre-existent, .
! B L : (Opt I)O
type B, Grade 40 | min. 2-inch Repair LWC ase Layer(s) (. p |<?na ) r.1e or Trufast Versa 1 per 1.3 f©
steel, 6 ft span, thick. min spalls with more layers, min. 1-inch thick FBC Fastener & Plate; (18 plat 4x8 ft Optional) O
5/8” puddle v P Approved polyisocyanurate or 2 screws per plate P a‘ es.per X BP-CAS5 or SBS- (Optional) One or BP-CAS or SBS-
" 350 psi Celcore SBS X . . . X o board in field of more BP-CAS or -67.5
welds, 6” o.c. or cellutar (sanded Bondin mineral wool insulation, loose laid installed 180° into board. plus 6 oakt CAS SBS-CAS CAS
min. 2,500 psi lightweight surface) 8 Top Layer: Min. 0.125-inch the holes of the Ioc:\are;:ip:)s parts on
structural TremBoard AC plate* 8N
concrete concrete
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 180 Ibf.
LWC-34.
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or TrufastV. 1 per 1.3 ft2
type B, Grade 40 | mjn, 2-inch Repair LWC more layers, min. 1-inch thick FBC rurdggersa (18 plates per 4x8 ft
steel, 6 ft span : . . . Fastener & Plate; o .
’ ’ thick, min. spalls with Approved polyisocyanurate or board in field of (Optional) One or
5/8” puddle . . . . . 2 screws per plate . BP-CAS or SBS- BP-CAS or SBS-
welds. 6” o.c. or 350 psi Celcore SBS mineral wool insulation, loose laid installed 180° into board, plus 1 part in CAS more BP-CAS5 or CAS -97.5
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the corner, 2 parts on SBS-CAS
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof plate* short edge and 3 parts
concrete concrete Board on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A <
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 259 Ibf. . 4 A b
an
LWC-35. ﬂ o 28 2 20 2 o
< o o v g
25 2 < < O
O O O S
O < 2t O
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) O

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)
System Deck s MDP
No. (Note 1) Type Surfacing Type '::t:nlelr Top Layer Attach Base Ply Ply Cap Ply sf
HOT-ASPHALT-APPLIED BASE PLY:
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast Versa
type B, Grade 40 | min. 2-inch Repair LWC more layers, min. 1-inch thick FBC Fastener & Plate: Ootionall 0
steel, 6 ft span, thick, min. spalls with Approved polyisocyanurate or ¢ , (Optional) One or BP-CA1, BP-AA,
5/8” puddle X . . . . 2 screws per plate 1 per 2.7 ft more BP-CA1, BP-
" 350 psi Celcore SBS mineral wool insulation, loose laid i .. BP-AA, SBS-AA SBS-CA1, SBS-AA -45.0
welds, 6” o.c. or ) . . installed 180° into | (12 per 4x8 ft board) AA, SBS-CAL1, SBS-
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the AA or APP-TA or APP-TA
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof late*
concrete concrete Board P
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top 5 5
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
LWC-36. -
2 < < 28 2
O R 2 o O
O o O O
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast Versa 1 per 1.8 ft?
type B, Grade 40 | min. 2-inch Repair LWC more layers, min. 1-inch thick FBC Fastener & Plate: (12 plates per 4x8 ft ional
;t/‘;‘il' sgtdslpa“' thick, min. spalls with Approved polyisocyanurate or 2 s per Iatle board in field of (Optlo;: )Cg;eB(:’r BP-CA1, BP-AA,
e o | 350psi Celcore SBS mineral wool insulation, loose laid | = **" W PEIE2 S | board, plus 1partin | BP-AA SBS-AA | WU TR T | SBS-CAL SBS-AA | -60.0
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the corner, 2 parts on AA or APP-TA or APP-TA
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof late* short edge and 3 parts
concrete concrete Board P on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A V'S F 3 <
LWC-37 coat. Field withdrawal resistance testing (Note 11) shall yield minimum 214 Ibf. v v v
S o < O e
<O
Lo 2 O O O
<O
28 2 28 2 20 2 O
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) oR RECOVER
SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)

System Deck s MDP
No. Note 1 i astener sf
(Note 1) Type Surfacing Type Note 11 Top Layer Attach Base Ply Ply Cap Ply

Min. 22 ga., Pre-exi .
type B, (?rade 40 r.e exi.steEt, . Base Layer(s): (Optional) One or Trufast Versa 1 132 BP-AA (except
min. 2-inc| Repair LWC . . . per 1. Y
steel, 6 ft span, thick. min spalls with more layers, min. 1-inch thick FBC Fastener & Plate; 18 plat 48 it BURmastic BP-CAL BP-AA
5/8” puddle 350 ,si ’ C’;Icore SBS Approved polyisocyanurate or 2 screws per plate (b pda‘ e:. PIZF fx Glass Ply, (Optional) BP-AA, SB;—CAII SE_,S—A,A 675
welds, 6” o.c. or ceIIuFI)ar (sanded Bondin mineral wool insulation, loose laid installed 180° into board mI IeG - \ BURmastic SBS-AA or APP-TA orAPP-T’A :
min. 2,500 psi lightweight surface) 8 Top Layer: Min. 0.125-inch the holes of the Ioc:\are;:ip:)s parts on Glass Ply — 28
structural TremBoard AC plate* g edg Ib), SBS-AA
concrete concrete
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 180 Ibf.
LWC-38.
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Truf S 1 per 1.3 ft?
type B, Grade 40 | min. 2-inch Repair LWC more layers, min. 1-inch thick FBC rutazgersa (18 plates per 4x8 ft
steel, 6 ft span, : . R - Fastener & Plate; o
5/8” pudd| thick, min. spalls with Approved polyisocyanurate or AW ot board in field of (Optional) BP-AA BP-CAL, BP-AA,
weldfue” oec or 350 psi Celcore SBS mineral wool insulation, loose laid installed ’1)80°pinto board, plus 1 part in BP-AA, SBS-AA SBg—AA orAPP—T/:\ SBS-CA1, SBS-AA -97.5
min. 2500 psi | cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the | comer, 2 parts on or APP-TA
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof plate* short edge and 3 parts
concrete concrete Board on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 259 Ibf. - j 4 b 3
LWC-39. o o o o
o o o )
o < 02 o
O O O <
o < 2t o
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SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) O

NEmO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)
System Deck s MDP
No. (Note 1) Type Surfacing Type '::t:nlelr Top Layer Attach Base Ply Ply Cap Ply (psf)
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast V.
type B, Grade 40 | min. 2-inch Repair LWC more layers, min. 1-inch thick FBC rutast versa
steel, 6t span, thick, min spalls with Approved polyisocyanurate or Fastener & Plate; Optional) O
5/8” puddle ! ’ P PP polyisocya ) 2 screws per plate | 1 per2.7 ft2 (Optional) One or
" 350 psi Celcore SBS mineral wool insulation, loose laid i .. SBS-AA more SBS-AA, SBS-TA -45.0
welds, 6” o.c. or . X R installed 180° into (12 per 4x8 ft board)
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the SBS-TA
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof late*
concrete concrete Board P
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top = 2
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
LWC-40. -
28 2 < 20 2 O
O o L0 2 O
O o O O
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufastl 1 per 1.8 ft?
type B, Grade 40 | min, 2-inch Repair LWC more layers, min. 1-inch thick FBC ruta g ersa (12 plates per 4x8 ft
steel, 6 ft span, - . . . Fastener & Plate; o )
5/8" puddl thick, min. spalls with Approved polyisocyanurate or 3 sérews per plate board in field of (Optional) One or
Weldfue,, oec or 350 psi Celcore SBS mineral wool insulation, loose laid installed ’1)80°pinto board, plus 1 part in SBS-AA more SBS-AA, SBS-TA -60.0
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the corner, 2 parts on SBS-TA
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof late* short edge and 3 parts
concrete concrete Board P on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A <
LWe-a1 coat. Field withdrawal resistance testing (Note 11) shall yield minimum 214 Ibf. v v v
RS o < O e
<O
O O o O
<>
O O 20 2 o
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) oR RECOVER
SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)

System Deck s MDP
No. Note 1 i astener sf
(Note 1) Type Surfacing Type Note 11 Top Layer Attach Base Ply Ply Cap Ply

Min. 22 ga., Pre-existent, . i
type B, Grade 40 | min. 2-inch Repair LWC Base Layer(s): (.Optlc?nal) Or.1e or Trufast Versa 1 per 1.3 f©
steel, 6 ft span, . . . more layers, min. 1-inch thick FBC Fastener & Plate; .
- thick, min. spalls with . (18 plates per 4x8 ft (Optional) One or
5/8” puddle X Approved polyisocyanurate or 2 screws per plate L
" 350 psi Celcore SBS X . . . X o board in field of SBS-AA more SBS-AA, SBS-TA -67.5
welds, 6” o.c. or cellular (sanded Bondin mineral wool insulation, loose laid installed 180° into board. plus 6 part SBS-TA
min. 2,500 psi liehtweicht surface) 8 Top Layer: Min. 0.125-inch the holes of the | c:‘ar ’dp u)s parts on
structural & 8 TremBoard AC plate* ong edge
concrete concrete
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 180 Ibf.
LWC-42.
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or TrufastV. 1 per 1.3 ft2
type B, Grade 40 | mjn, 2-inch Repair LWC more layers, min. 1-inch thick FBC rurdggersa (18 plates per 4x8 ft
steel, 6 ft span, . ) . ) Fastener & Plate; L )
5/8”, g thick, min. spalls with Approved polyisocyanurate or 5 screws per plate | Poard in field of (Optional) One or
weld?us” oec or 350 psi Celcore SBS mineral wool insulation, loose laid installed 580°pinto board, plus 1 part in SBS-AA more SBS-AA, SBS-TA -97.5
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the corner, 2 parts on SBS-TA
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof plate* short edge and 3 parts
concrete concrete Board on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A <
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 259 Ibf. . 4 A b
an
LWC-43. ﬂ o 28 2 20 2 o
< o o v g
25 2 < 202 O
O O O S
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) O

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)
System Deck s MDP
No. (Note 1) Type Surfacing Type '::t:nlelr Top Layer Attach Base Ply Ply Cap Ply sf
SEBS-APPLIED BASE PLY:
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast V.
type B, Grade 40 | min. 2-inch Repair LWC more layers, min. 1-inch thick FBC rutast versa
steel, 6 ft span, ) A A ) Fastener & Plate;
thick, min. spalls with Approved polyisocyanurate or 5 )
5/8" puddie 350 psi Celcore SBS mineral wool insulation, loose laid 2 screws per plate Lper2.71t BP-SEBS, SBS- (Optional) BP- SBS-SEBS -45.0
welds, 6” o.c. or p . i ol installed 180° into | (12 per 4x8 ft board) SEBS SEBS, SBS-SEBS :
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof late*
concrete concrete Board P
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top 5 5
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
LWC-44. -
2 < < 28 2
O R 2 o O
O o O O
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast V. 1 per 1.8 ft?
type B, Grade 40 | min. 2-inch Repair LWC more layers, min. 1-inch thick FBC L o (12 plates per 4x8 ft
steel, 6 ft span, ) A A ) Fastener & Plate; L
thick, min. spalls with Approved polyisocyanurate or board in field of .
5/8” puddle . . | linsulati | laid 2 screws per plate i BP-SEBS, SBS- (Optional) BP-
welds, 6” o.c. or 350 psi Celcore SBS mineral wool insulation, loose lai installed 180° into board, plus 1 part in SEBS SEBS, SBS-SEBS SBS-SEBS -60.0
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the corner, 2 parts on ’
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof late* short edge and 3 parts
concrete concrete Board P on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A V'S A <
LWC-A5 coat. Field withdrawal resistance testing (Note 11) shall yield minimum 214 Ibf. v v v
S o < O e
<O
Lo 2 O O O
<>
28 2 28 2 20 2 o
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) oR RECOVER
SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)

System Deck s MDP
No. Note 1 i astener sf
(Note 1) Type Surfacing Type Note 11 Top Layer Attach Base Ply Ply Cap Ply

Min. 22 ga., Pre-existent, . i
type B, Grade 40 | min. 2-inch Repair LWC Base Layer(s): (.Optlc?nal) Or.1e or Trufast Versa 1 per 1.3 f©
steel, 6 ft span, . . . more layers, min. 1-inch thick FBC Fastener & Plate;
- thick, min. spalls with ) (18 plates per 4x8 ft .
5/8” puddle 350 bsi Celcore SBS Approved polyisocyanurate or 2 screws per plate board in field of BP-SEBS, SBS- (Optional) BP- SBS-SEBS 675
welds, 6” o.c. or ceIIuFI)ar (sanded Bondin mineral wool insulation, loose laid installed 180° into board ml IeG - \ SEBS SEBS, SBS-SEBS :
min. 2,500 psi lightweight surface) 8 Top Layer: Min. 0.125-inch the holes of the Ioc:\are;:ip:)s parts on
structural TremBoard AC plate* 8N
concrete concrete
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 180 Ibf.
LWC-46.
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or TrufastV. 1 per 1.3 ft2
type B, Grade 40 | mjn, 2-inch Repair LWC more layers, min. 1-inch thick FBC rurdggersa (18 plates per 4x8 ft
steel, 6 ft span, . ) . ) Fastener & Plate; L
’ ’ thick, min. spalls with Approved polyisocyanurate or board in field of .
5/8” puddle 350 psi Celcore SBS mineral wool insulation, loose laid Qi Per plate board, plus 1 part i BP-SEBS, SBS- (Optional) BP- SBS-SEBS -97.5
welds, 6” o.c. o P _ ) A" installed 180° into | 20ard, Plus 1 partin SEBS SEBS, SBS-SEBS :
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the corner, 2 parts on
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof plate* short edge and 3 parts
concrete concrete Board on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A <
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 259 Ibf. . 4 A b
an
LWC-47. ﬂ o 28 2 20 2 o
< o o v g
25 2 < 202 O
o O O S
O S 2t O
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) O

SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)
System Deck s MDP
No. (Note 1) Type Surfacing Type '::t:nlelr Top Layer Attach Base Ply Ply Cap Ply sf
TORCH-APPLIED BASE PLY:
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast Versa
type B, Grade 40 | min, 2-inch Repair LWC more layers, min. 1-inch thick FBC
steel, 6 ft span, ) A A ) Fastener & Plate;
5/8" pudd| thick, min. spalls with Approved polyisocyanurate or 2 screws per plate o> iz (Optional) APP
pucdie 350 psi Celcore SBS mineral wool insulation, loose laid | ° per p! 5 APP-TA, SBS-TA | \oPHona APP-TA, SBS-TA -45.0
welds, 6” o.c. or . . A installed 180° into | (12 per 4x8 ft board) TA, SBS-TA
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof late*
concrete concrete Board P
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top 5 5
coat. Field withdrawal resistance testing (Note 11) shall yield minimum 240 Ibf.
LWC-48. -
2 < < 28 2
O o 20 2 o
O o O O
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast Versa 1 per 1.8 ft?
type B, Grade 40 | min, 2-inch Repair LWC more layers, min. 1-inch thick FBC (12 plates per 4x8 ft
steel, 6ftspan, | yhicy min spalls with Approved polyisocyanurate or " & Plate; board in field of
5/8” puddle o P - | P IY Iyt' | laid 2 screws per plate oardinfield ot (Optional) APP-
welds, 6” o.c. or 350 psi Celcore SBS . mineral woo 'msu a '|on, oose lai installed 180° into board, plus 1 part in APP-TA, SBS-TA TA, SBS-TA APP-TA, SBS-TA -60.0
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the corner, 2 parts on
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof late* short edge and 3 parts
concrete concrete Board P on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A V'S A <
LWC-29 coat. Field withdrawal resistance testing (Note 11) shall yield minimum 214 Ibf. v v v
S o < O e
<O
Lo 2 O O O
<>
28 2 28 2 20 2 o
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — REROOF (TEAR-OFF) oR RECOVER
SySTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Lightweight Concrete (Note 14) Insulation Layer Roof Cover (Note 15)

System Deck s MDP
No. Note 1 T faci T astener Top Layer Attach sf
(Note 1) ype Surfacing ype Note 11 op Layer Attac Base Ply Ply Cap Ply

Min. 22 ga., Pre-existent, . i
type B, Grade 40 | min. 2-inch Repair LWC Base Layer(s): (.Optlc?nal) Or.1e or Trufast Versa 1 per 1.3 f©
steel, 6 ft span, thick. min spalls with more layers, min. 1-inch thick FBC Fastener & Plate; (18 plat 4x8 ft powerTReP
5/8” puddle s T P Approved polyisocyanurate or 2 screws per plate pates R Py (Optional) APP-
" 350 psi Celcore SBS X . . . X o board in field of Smooth, SBS- APP-TA, SBS-TA -67.5
welds, 6” o.c. or cellular (sanded Bondin mineral wool insulation, loose laid installed 180° into board. plus 6 part TA TA, SBS-TA
min. 2,500 psi lightweight surface) 8 Top Layer: Min. 0.125-inch the holes of the Ioc:\are;:ip:)s parts on
structural TremBoard AC plate* 8N
concrete concrete
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top
T coat. Field withdrawal resistance testing (Note 11) shall yield minimum 180 Ibf.
Min. 22 ga., Pre-existent, Base Layer(s): (Optional) One or Trufast V. 1 per 1.3 ft?
type B, Grade 40 | mjn, 2-inch Repair LWC more layers, min. 1-inch thick FBC rUtdaeER ersa (18 plates per 4x8 ft
steel, 6 ft span, ) A A ’ Fastener & Plate; o
5/8”' ddl ' thick, min. spalls with Approved polyisocyanurate or 2 screws per plate board in field of (Optional) APP
puddle . - - ; . . R
welds, 6” o.c. or 350 psi Celcore SBS . mineral wool‘lnsulat‘lon, loose laid installed 180° into board, plus 1 part in APP-TA, SBS-TA TA, SBS-TA APP-TA, SBS-TA -97.5
min. 2,500 psi cellular (Sanded Bonding | Top Layer: Min. 0.5-inch the holes of the corner, 2 parts on
structural lightweight Surface) SECUROCK Gypsum-Fiber Roof late* short edge and 3 parts
concrete concrete Board P on long edge)
Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top A A A <
LWCS1 coat. Field withdrawal resistance testing (Note 11) shall yield minimum 259 Ibf. & i 4 Y
h = 80 2 88 2 O o
- ©° o o o
< < O o
O O O S0
2 2 < 2t <
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TABLE 4p: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION or REROOF (TeAR-O

SysTEM TYPE E-2: LWC 10 DECK, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

NEmO | etc.e

. Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15) e
stem
yNO Deck {Note 1 Treatment Type Sealer Surfacin Base Fastener Spacin, Base Ply(s) Cap PI sf
yp 4 (Note 11) pacing y p Ply
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
22 ga., type Celcore 5-1 CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the
Btv’ (ﬁr:‘:f 40 Deck Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and One or more BP-CA1 or
LWC-52. :pzi's, 5/8" Preparation Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet 12-inch o.c. at two BP-CA1 or SBS- SBS-CA1 -45.0
puddl’e welds, SIurF: with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener (2) equally spaced CAl
6” o.C. v Modifying Admixture Bonding Surface) HT center rows
22 ga., type CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the
BV, Grade 40 Celcore 5-1 Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and One or more
teel; 5 ft Deck In. 245 psl, Vin. 2-Inch thick, . » PP Ve n- P BP-CA1 or
LWC-53. :pan;- 5/8" Preparation Celcore MF Cellular Concrete PVA Curing spalls with Celcore BURmastic Base Sheet 7-inch o.c. at two (2) BP-CA1 or SBS- SBS-CA1 -60.0
puddl’e welds, SIurF: with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener equally spaced CAl
6” o.C. v Modifying Admixture Bonding Surface) HT center rows
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
22 ga., type Celcore S-1 CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the
Btv’ fr;cfite 40 Deck Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and One or more BP-CA1, BP-
LWC-54. :pzi’s, 5/8” Preparation Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet 12-inch o.c. at two BP-CAG6 or SBS- CA6, SBS-CA1 -45.0
puddl’e welds SIurpr with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener (2) equally spaced CA6 or SBS-CA6
6” 0.C. y Modifying Admixture Bonding Surface) HT center rows
22ga., type B | (Optional) CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the
g; B:" ?_"Z‘: Celcore S-1 | Min. 350 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and One or more BP-CA1, BP-
LWC-55. spasn?g/ls” Deck Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet 7-inch o.c. at two (2) BP-CAG6 or SBS- CA6, SBS-CA1 -60.0
pudd’le welds Preparation | with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener equally spaced CA6 or SBS-CA6
6" o.c. Slurry Modifying Admixture Bonding Surface) HT center rows
22 ga., type Celcore S-1 CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the
Btv’ (li_r:?te 40 Deck Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and One or more BP-CA1, BP-
LWC-s6. | S0, | celcore MF Cellular Concrete | PVACuring | spalls with Celcore | BURmastic Base Sheet 7-incho.c.at two (2) | BP-CAG or SBS- | CA6, SBS-CAL | -67.5
spans; 5/8 Preparation . i
puddle welds, Slurry with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener equally spaced CA6 or SBS-CA6
6” o.c. Modifying Admixture Bonding Surface) HT center rows
Min. 22 ga., (Optional) Repair BURmastic Trufast Versa 9-inch o.c. at 4-inch
ngB\i'O Pre-existent (re-roof only), min. LWC spalls with Composite Ply Fastener (min. | laps and 9-inch o.c. One or more BP-CAG or
re ,e N/A 2-inch thick, 450 psi cellular N/A Celcore SBS HT, BURmastic | 2.25”) & Plate; | attwo (2), equally BP-CA6 or SBS- -105.0
LWC-57. | steel;6ft . ) ) ; SBS-CA6
span; puddle- lightweight concrete (Sanded Bonding Composite Ply | 3 screws per spaced, staggered CA6
welds, 6” o.c. Surface) Premium plate* center rows
Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
POWERPLY ENDURE BIO TF ADHESIVE APPLIED BASE PLY:
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TABLE 4p: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION or REROOF (TeAR-O

SysTEM TYPE E-2: LWC 10 DECK, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

NEmO | etc.e

. Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15) e
stem
yNO Deck {Note 1 Treatment Type Sealer Surfacin Base Fastener Spacin, Base Ply(s) Cap PI sf
yp 4 (Note 11) pacing y p Ply
22 ga., type Celcore 5-1 CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the
Btv’ ?rsa(:f 40 Deck Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and One or more BP-CAS or
LWC-58. szils' 5/8" Preparation Celcore MF Cellular Concrete PVA Curing spalls with Celcore BURmastic Base Sheet 12-inch o.c. at two BP-CAS or SBS- SBS-CAS -45.0
puddl;z welds SIurF: with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener (2) equally spaced CAS
6” o.C. v Modifying Admixture Bonding Surface) HT center rows
22ga., type B | (QOptional) CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the
g; Bl/' Gl'r:dff Celcore S-1 | Min. 350 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and One or more BP-CAS or
LWC-59. spasn?g/ls" Deck Celcore MF Cellular Concrete PVA Curing spalls with Celcore BURmastic Base Sheet 7-inch o.c. at two (2) BP-CAS or SBS- SBS-CAS -60.0
pudd]e welds, Preparation | with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener equally spaced CA5
6” 0.C. Slurry Modifying Admixture Bonding Surface) HT center rows
22 ga., type Celcore 5-1 CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the
Btv’ fr:‘::‘ 40 Deck Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and One or more BP-CAS or
LWC-60. :pzils- 5/8" Preparation Celcore MF Cellular Concrete PVA Curing spalls with Celcore BURmastic Base Sheet 7-inch o.c. at two (2) BP-CAS or SBS- SBS-CAS -67.5
puddl’e welds, SIurF: with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener equally spaced CA5
6” o.C. ¥ Modifying Admixture Bonding Surface) HT center rows
Min. 22 ga., . . . .
type BV, ELASTIZELL (23-0817.05): For reroof (tear- BURmas.tlc Tremcg Twin- | 7-incho.c. at 4-inch
Grade 40 Min. 370 psi. Min. 2-inch thick off), repair LWC Composite Ply | Loc Nail laps and 7-inch o.c. One or more BP-CAS or
LWC-61. | steel; 6 ft None B psl, ’ ’ None spalls with Celcore HT, BURmastic | Assembled at two (2), equally BP-CA5 or SBS- -45.0
span; #12 Elastizell Range Il Cellular SBS (Sanded C ite PI Fast (mi d st d CAS SBS-CAS
; Concrete with Zell-Crete Fibers ande omposite Ply astener (min. | spaced, staggere
:I}NH Teks 5 Bonding Surface) Premium 1.7” embed) center rows
o.C.
Min. 22 ga., X X . .
type BV, ELASTIZELL (23-0817.05): For reroof (tear- BURmasFlc Tremcg Twin- 7-inch o.c. .at 4-inch
Grade 80 Min. 430 psi. Min. 2-inch thick off), repair LWC Composite Ply Loc Nail laps and 7-inch o.c. One or more BP-CAS or
LWC-62. | steel; 6 ft None |n.' psi, Min. Z-inch thick, None spalls with Celcore HT, BURmastic | Assembled at three (3), equally BP-CA5 or SBS- -60.0
. H#12 Elastizell Range Ill Cellular . . SBS-CAS
span; # P te with Zell-Chate Fib SBS (Sanded Composite Ply Fastener (min. | spaced, staggered CA5
:’}NH Teks 5 oncrete Wi G o Bonding Surface) Premium 1.7” embed) center rows
o.C.
Min. 22 ga., (Optional) Repair BURmastic Trufast Versa 9-inch o.c. at 4-inch
tGVpZ B\zltb Pre-existent (re-roof only), min. LWC spalls with Composite Ply Fastener (min. | laps and 9-inch o.c. One or more BP-CAS or
re ,e N/A 2-inch thick, 450 psi cellular N/A Celcore SBS HT, BURmastic | 2.25”) & Plate; | attwo (2), equally BP-CA5S or SBS- -105.0
LWC-63. | steel;6ft . ) ) ; SBS-CAS
span; puddle- lightweight concrete (Sanded Bonding Composite Ply | 3 screws per spaced, staggered CA5
welds, 6” o.c. Surface) Premium plate* center rows
Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
HOT-ASPHALT-APPLIED OR TORCH-APPLIED BASE PLY:
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TABLE 4p: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION or REROOF (TeAR-O

SysTEM TYPE E-2: LWC 10 DECK, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

NEmO | etc.e

. Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15) e
ystem
Deck (Note 1) .
No. Treatment Type Sealer Surfacing Base Fastener Spacing Base Ply(s) Cap Ply sf
(Note 11)
22 ga., type CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the
Btv’ (ﬁr:?:e 40 gzlcclz)re s1 Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and Ei-lcgt'_iBAs—
LWC-64. szils' 5/8" Preparation Celcore MF Cellular Concrete PVA Curing spalls with Celcore BURmastic Base Sheet 12-inch o.c. at two BP-AA, SBS-AA SBS—’AA or ! -45.0
puddl;z welds SIurF: with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener (2) equally spaced APP-TA
6” 0.C. y Modifying Admixture Bonding Surface) HT center rows
22ga, type B | (Optional) CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the BP-CAL SBS-
g; Bl/' Gl'r:dff Celcore S-1 | Min. 350 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and AL BP’-AA
LWC-65. spasn?g/ls" Deck Celcore MF Cellular Concrete PVA Curing spalls with Celcore BURmastic Base Sheet 7-inch o.c. at two (2) BP-AA, SBS-AA SBS—’AA or ! -60.0
pudd]e welds, Preparation | with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener equally spaced APP-TA
6” 0.C. Slurry Modifying Admixture Bonding Surface) HT center rows
22 ga., type CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the
Cel S-1 . . . BP-CA1, SBS-
Btv’ fr:‘::‘ 40 chcli)re Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and CAL BP-AA
LWC-66. :pzils- 5/8" Preparation Celcore MF Cellular Concrete PVA Curing spalls with Celcore BURmastic Base Sheet 7-inch o.c. at two (2) BP-AA, SBS-AA SBS—’AA or ! -67.5
puddl’e welds SIurF: with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener equally spaced APP-TA
6” 0.C. y Modifying Admixture Bonding Surface) HT center rows
ying
Min. 22 ga., (Optional) Repair BURmastic Trufast Versa 9-inch o.c. at 4-inch
tGVpZ BY"O Pre-existent (re-roof only), min. LWC spalls with Composite Ply Fastener (min. | laps and 9-inch o.c.
St?efe it N/A 2-inch thick, 450 psi cellular N/A Celcore SBS HT, BURmastic | 2.25”) & Plate; | attwo (2), equally BP-AA, SBS-AA BP-AA, SBS-AA | -105.0
o ’ _ ightweight concrete anded Bondin omposite screws per spaced, staggere
O | ————— lightweigh (Sanded Bonding Composite Ply | 3 p paced, staggered
welds, 6” o.c. Surface) Premium plate* center rows
Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
22 ga., type Celcore S-1 CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the
Btv’ fr;cfite 40 Deck Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and SBS-AA or SBS.
LWC-68. :p?\’s- 5/8” Preparation Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet 12-inch o.c. at two TA SBS-TA -45.0
puddl,e welds SIurpr with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener (2) equally spaced
6" o.c. v Modifying Admixture Bonding Surface) HT center rows
22 ga., type B (Optional) CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the
;’; Bl/' ?_rg‘:: Celcore S-1 | Min. 350 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and SBS-AA oF SBS-
LWC-69. spasnfeglls" Deck Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet 7-inch o.c. at two (2) TA SBS-TA -60.0
pudd,le welds Preparation | with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener equally spaced
6” o.c. Slurry Modifying Admixture Bonding Surface) HT center rows
22 ga,, type Celcore 5-1 CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the
Btv’ (ls_r:‘:te 40 Deck Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inchlapsand | (oo ) oo
LWC-70. :peaen's, 5/8" Preparation Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet 7-inch o.c. at two (2) TA SBS-TA -67.5
puddI,e welds SIurF: with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener equally spaced
6” 0.C. v Modifying Admixture Bonding Surface) HT center rows
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TABLE 4p: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION or REROOF (TeAR-O

SysTEM TYPE E-2: LWC 10 DECK, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

NEmO | etc.e

. Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15) e
ystem
Deck (Note 1)
No. Treatment Type Sealer Surfacing Base F:Z::'Er Spacing Base Ply(s) Cap Ply (psf)
Min. 22 ga., (Optional) Repair BURmastic Trufast Versa 9-inch o.c. at 4-inch
ngBY"O Pre-existent (re-roof only), min. LWC spalls with Composite Ply Fastener (min. | laps and 9-inch o.c. SBS-AA or SBS
Str:el.ee i N/A 2-inch thick, 450 psi cellular N/A Celcore SBS HT, BURmastic | 2.25”) & Plate; | attwo (2), equally TA SBS-TA -105.0
LWC-71. Span'. puddie- lightweight concrete (Sanded Bonding Composite Ply | 3 screws per spaced, staggered
welds, 6” o.c. Surface) Premium plate* center rows
Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
SEBS-APPLIED BASE PLY:
22 ga., type Celcore $-1 CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the
Btv’ fr:(fjf 40 Deck Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and BP-SEBS, SBS-
LWC-72. :pzi;. 5/8” Preparation Celcore MF Cellular Concrete PVA Curing spalls with Celcore BURmastic Base Sheet 12-inch o.c. at two SEBS ! SBS-SEBS -45.0
puddl’e welds, SIurFI" with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener (2) equally spaced
6" o.c. v Modifying Admixture Bonding Surface) HT center rows
22ga., type B | (Optional) CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the
;’; B:" Gl_":‘: Celcore S-1 | Min. 350 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and BP-SEBS. SBS-
LWC-73. Sp:n?gl'g,, Deck Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet 7-inch o.c. at two (2) SEBS ! SBS-SEBS -60.0
pudd’le welds, Preparation | with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener equally spaced
6" o.c. Slurry Modifying Admixture Bonding Surface) HT center rows
22 ga., type Celcore S-1 CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the
Btv’ fl’:;ite 40 Deck Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 | min. 3-inch laps and BP-SEBS. SBS-
LWC-74. :p‘:\;, 5/ breoaration | Celcore MF Cellular Concrete PVA Curing | spalls with Celcore | BURmastic Base Sheet 7-ncho.c.attwo (2) | o SBS-SEBS -67.5
puddl’e welds SIurpr with Celcore HS Rheology Compound SBS (Sanded Composite Ply Fastener equally spaced
6" o.c. v Modifying Admixture Bonding Surface) HT center rows
Min. 22 ga., (Optional) Repair BURmastic Trufast Versa 9-inch o.c. at 4-inch
tGVpZ B\io Pre-existent (re-roof only), min. LWC spalls with Composite Ply | Fastener (min. | lapsand 9-inch o.c. BP-SEBS. SBS-
st;ael-ee it N/A 2-inch thick, 450 psi cellular N/A Celcore SBS HT, BURmastic | 2.25”) & Plate; | attwo (2), equally SEBS ! SBS-SEBS -105.0
e Span'. puddle- lightweight concrete (Sanded Bonding Composite Ply | 3 screws per spaced, staggered
welds, 6” o.c. Surface) Premium plate* center rows
Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
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NEmO | etc.e
TABLE 4e: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) OR

SysTem TYPE E-2: LWC 10 DECK, MECHANICALLY ATTACHED POWERFAST, BONDED ROOF COVER

. Lightweight Concrete (Note 14) PowerFAST (Note 15A) Roof Cover (Note 15) e
stem
4 Deck (Note 1) } Fastener . —f
No. Treatment Type Sealer Surfacing Base Note 11 Spacing Base Ply(s) Cap Ply S

Min. 22 ga., CELCORE (24-0906.02): For reroof (tear- Trufast Versa . . (Optional) BP-CA1

Type BV, Grade Celcore S-1 | Min. 350 psi, Min. 2- Celcore off), repair LWC POWERDI Fastener 12-inch o.c. within the (laps sealed with Tremco BP-CAl (laps sealed

40 steel; 6 ft Deck inch thick, Celcore MF . spalls with PY 1 (min. 2.25”) | min. 5-inch wide, LF Adhesive) OF SBS- with Tremco LF Adhesive)

. ) : PVA Curing Heavy Duty . or SBS-CA1 (laps hot -60.0

LWC-76. | span;5/8 Preparation | Cellular Concrete with Compound Celcore SBS Base Sheet & Plate; 4 Tremco LF Adhesive CA1 (laps hot air welded air welded or sealed with

puddle welds, 6" | glyrry Celcore HS Rheology P (Sanded Bonding screws per sealed side laps or sealed with Tremco LF | Tremeo 1 Adhesive)

o-c. Modifying Admixture Surface) plate* Adhesive)

Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 310 Ibf.

Min. 22 ga., CELCORE (24-0906.02): For reroof (tear- Trufast Versa
Type BV, Grade Celcore S-1 M|n. 3.‘?0 psi, Min. 2- Celcore off), rep.alr LwcC POWERply Fas.tener i 12.—|nch. o.c. w.|th|n the (Optional) BP-AA, BP-AA, SBS-AA, BP-
40 steel; 6 ft Deck inch thick, Celcore MF . spalls with (min. 2.25”) min. 5-inch wide,
” . . PVA Curing Heavy Duty . SBS-AA, BP-SEBS, SEBS, SBS-SEBS or -60.0
LWC-77. | span;5/8 Preparation | Cellular Concrete with Compound Celcore SBS Base Sheet & Plate; 4 Tremco LF Adhesive SBS-SEBS or SBS-TA SBS-TA
puddle welds, 6” | sjyrry Celcore HS Rheology P (Sanded Bonding screws per sealed side laps
o.¢. Modifying Admixture Surface) plate*
Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 310 Ibf.
Min. 22 ga. Pre-existent min. 350 For reroof (tear- Trufast Versa
Type BV, Grade Celcore S-1 psi, Min. 2-inch thick, Celcore off), rep.alr LWC POWERply Fas.tener i 1Q-|nch o.c. W.Ithln the (Optional) BP-AA, BP-AA, SBS-AA, BP-
40 steel; 6 ft Deck Celcore MF Cellular . spalls with (min. 2.25”) min. 5-inch wide,
” . . PVA Curing Heavy Duty . SBS-AA, BP-SEBS, SEBS, SBS-SEBS or -82.5
LWC-78. | span;5/8 Preparation | Concrete with Celcore Compound Celcore SBS Base Sheet & Plate; 4 Tremco LF Adhesive SBS-SEBS or SBS.TA | SBS-TA
puddle welds, 6” | sjyrry HS Rheology Modifying P (Sanded Bonding screws per sealed side laps
o.¢. Admixture Surface) plate*

Note: | *Versa Fastener screws shall be of sufficient length for full-penetration through the LWC top coat. Field withdrawal resistance testing (Note 11) shall yield minimum 355 Ibf.

Min. 22 ga. CELCORE (24-0906.02): For reroof (tear- Trufast Versa | 10-inch o.c. within the
- i i, Min. 2- ff ir LW F in. 5-inch wi
Type BY, Grade | Celcore -1 | Min. 350 psi, Min. 2 Celcore off), repair LWC | 5\ ppyy | Fastener | min. S-inch wide, BP-AA, SBS-AA, BP- | BP-AA, SBS-AA, BP-
40 steel; 6 ft Deck inch thick, Celcore MF . spalls with (min. 2.25”) Tremco LF Adhesive
T jon ) . PVA Curing Heavy Duty ) SEBS, SBS-SEBS or SEBS, SBS-SEBS or -127.5
LWC-79. | span;5/8 Preparation | Cellular Concrete with Compound Celcore SBS Base Sheet & Plate; 4 sealed side laps and 10- SBS-TA SBS-TA
puddle welds, 6” | sjyrry Celcore HS Rheology P (Sanded Bonding screws per inch o.c. at one (1)
0-¢. Modifying Admixture Surface) plate* center row
Note: | *For re-roof or recover construction, field withdrawal resistance testing (Note 11) shall yield minimum 275 Ibf.
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TABLE 4F: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE OR TECTUM DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTEM TYPE E-2: TEMPORARY ROOF TO DECK, LWC TO TEMPORARY ROOF, IMECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

NEmO | etc.e

e

Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15)
System Deck Vapor Barrier e B MDP
No. (Note 1) (Note 15) Type Sealer Surfacing Base Nz:ee;; Spacing P;::) Cap Ply (psf)
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the min. 3- One or
structural BP-CA4 (ribbons Min. 440 psi, Min. 2-inch thick, | Celcore . off), rep.alr LwcC Glass Ply pr Tremco FM-90 inch laps and 12-inch more BP-CA1 or
LWC-80. | concrete, 12" o.c) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet o.c. at two (2) equall BP-CA1 SBS-CA1 -45.0
TREMprime . with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener 3 ) a.ced center rc?ws ¥ or SBS-
WB Primer Modifying Admixture Bonding Surface) HT P CAl
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear— BURmastic . . One or
structural Min. 440 psi, Min. 2-inch thick Celcore off), repair LWC Glass Ply or Tremco FM-90 9 inch o.c. at the.mm. 3 more
psl, ’ inch laps and 12-inch BP-CA1 or
LWC-81. | concrete, SBS-TA (smooth) Celcore MF Cellular Concrete PVA Curing spalls with Celcore BURmastic Base Sheet o.c. at two (2) equall BP-CA1 SBS-CAL -45.0
ASTM D41 with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener . ) a.ced center r:)]WS v or SBS-
primer Modifying Admixture Bonding Surface) HT P CAl
CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the min. 3- One or
BP-CAA4, ribbons Min. 440 psi, Min. 2-inch thick, | Celcore . off), rep.alr Lwc Glass Ply .or Tremco FM-90 inch laps and 12-inch more BP-CA1 or
LWC-82. | Tectum Plank 9-inch Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet ttwo (2) I BP-CA1l SBS-CA1 -45.0
-inch o.c. with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener :).Ca.cid :;iter(:g:vz v or SBS- i
Modifying Admixture Bonding Surface) HT P CAl
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear- BURmastic . . One or
structural . Min. 440 psi, Min. 2-inch thick Celcore off), repair LWC Glass Ply or Tremco FM-90 7 inch o.c. at th? min. 3 more
BP-CA4 (ribbons , 4 . . . inch laps and 7-inch o.c. BP-CA1l or
LWC-83. | concrete, 12 0.c) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at two (2) equall BP-CA1 SBS-CA1 -60.0
TREMprime - with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener spaced cent(lr ro»\I/vs or SBS-
WB Primer Modifying Admixture Bonding Surface) HT P CAl
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear- BURmastic . . One or
o). 7-inch o.c. at th .3-
structural Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 inlcr;mcla osca:; ;_?n:;:r:) 3 more BP-CA1 or
LWC-84. | concrete, SBS-TA (smooth) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at twoFZZ) equall | BP-CAL SBS-CA1 -60.0
ASTM D41 with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener spaced cent(lr ro»\INs or SBS-
primer Modifying Admixture Bonding Surface) HT P CA1
CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the min. 3- One or
BP-CA4, ribbons Min. 440 psi, Min. 2-inch thick, | Celcore . off), rep'a|r LwWC Glass Ply Qr Tremco FM-90 inch laps and 7-inch o.c. more BP-CAL or
LWC-85. | Tectum Plank 9-inch Celcore MF Cellular Concrete PVA Curing spalls with Celcore BURmastic Base Sheet ttwo (2) I BP-CA1 SBS-CA1 -60.0
-inch o.c. with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener j a\évec; ce:tqel:aro\\//vs or SBS- -
Modifying Admixture Bonding Surface) HT P CAl
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 2,500 psi i} . F f (tear- BURmasti . ) o]
" PSL 1 BP-cA6 (full CHEBORE (24-090182): or reroof (tear mastic 9-inch o.c. atthe min.3- | ¢ "
structural coverage) or BP- Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 inch laps and 12-inch more BP-CA1, BP-
LWC-86. | concrete, A ( 'gb 127 Celcore MF Cellular Concrete PVA Curing spalls with Celcore BURmastic Base Sheet tFt) 2) I BP-CA6 CA®6, SBS-CA1 -45.0
TREMprime oc) riobons with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener s'ca.caed l%ter?g\:: 4 or SBS- or SBS-CA6
WB Primer - Modifying Admixture Bonding Surface) HT P CA6
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TABLE 4f: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE OR TECTUM DECKS — NEW CONSTRUCTION or

SysTEM TYPE E-2: TEMPORARY ROOF TO DECK, LWC TO TEMPORARY ROOF, IMECHANICALLY ATTACHED BASE SHEET, BONDED

NEmO | etc.e

Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15)
System Deck Vapor Barrier e B MDP
No. Note 1 (Note 15) T [ faci B asten i ase Cap PI sf
(Note 1) ype Sealer Surfacing ase N Spacing Ply(s) ap Ply (psf)
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear- BURmastic . . One or
structural Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 ilr;‘clf; os.ca.:;cl tlhze_|r:clfr: 3 more BP-CA1, BP-
LWC-87. | concrete, SBS-TA (smooth) Celcore MF Cellular Concrete PVA Curing spalls with Celcore BURmastic Base Sheet oc. at ?wo (2) equall BP-CA6 CA6, SBS-CA1 -45.0
ASTM D41 with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener . rgws V' | orsBs- | orSBS-CA6
primer Modifying Admixture Bonding Surface) HT P CA6
CELCORE (24-0906.02): For reroof (tear— BURmastic m . _ One or
BP-CA4. ribbons Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 ig\cg Os'ca":; tlhze_lr:clrr: 3 more BP-CA1, BP-
LWC-88. | Tectum Plank 9-inch c; c Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet oc at ?wo (2) equall BP-CA6 CA6, SBS-CA1 -45.0
< with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener o e o) rgws V' | orsBs- | orSBS-CA6
Modifying Admixture Bonding Surface) HT P CA6
Min. 2,500 psi BP-CAG (full CELCORE (24-0906.02): For reroe}c (tear- BURmastic 7-inch o.c. at the min. 3- One or
structural coverage) or BP- Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 inch lans and 7-inch o.c more BP-CA1, BP-
LWC-89. | concrete, cAa (rikg)bons 12" Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at two‘zz) equall | BP-CA6 CA6, SBS-CA1 -67.5
TREMprime o0c) with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener spaced cent(lr ro»\INs or SBS- or SBS-CA6
WB Primer - Modifying Admixture Bonding Surface) HT P CA6
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear- BURmastic . . One or
o). 7-inch o.c. at th .3-
structural Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 inlcr;cla osca:; ;_?n:;:r:) z’ more BP-CA1, BP-
LWC-90. | concrete, SBS-TA (smooth) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at twoFZZ) equall " | BP-CA6 CA6, SBS-CA1 -67.5
ASTM D41 with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener spaced cent(lr ro»\INs or SBS- or SBS-CA6
primer Modifying Admixture Bonding Surface) HT P CA6
CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the min. 3- One or
BP-CA4. ribbons Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 inch laps and 7-inch o.c more BP-CA1, BP-
LWC-91. | Tectum Plank 9-inch (; c Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at two (2) equall " | BP-CA6 CA6, SBS-CA1 -67.5
o with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener spaced cent?er ro\\//vs or SBS- or SBS-CA6
Modifying Admixture Bonding Surface) HT P CA6
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear- BURmastic . . One or
— . 9-inch o.c. at the min. 3-
structural BP-CA4 (ribbons Min. 440 psi, Min. 2-inch thick, | Celcore . off), rep'a|r LwWC Glass Ply Qr Tremco FM-90 inch laps and 12-inch more BP-CAS or
LWC-92. | concrete, 127 0.c) Celcore MF Cellular Concrete PVA Curing spalls with Celcore BURmastic Base Sheet o.c. at two (2) equall BP-CA5 SBS-CAS -45.0
TREMprime o with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener . ) a.ced center rgws 4 or SBS-
WB Primer Modifying Admixture Bonding Surface) HT P CA5
CELCORE (24-0906.02): For reroof (tear- BURmastic r .o | Oneor
Min. 2,500 psi Min. 440 psi, Min. 2-inch thick Celcore off), repair LWC Glass Ply or Tremco FM-90 9 inch o.c. at the‘mln. 3 more
BP-CAS or SBS- , 4 . . . inch laps and 12-inch BP-CAS5 or
LWC-93. | structural CAS (smooth) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet o.c. at two (2) equall BP-CAS5 SBS-CAS -45.0
concrete with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener . ) a.ced center rgws 4 or SBS-
Modifying Admixture Bonding Surface) HT P CA5
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TABLE 4f: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE OR TECTUM DECKS — NEW CONSTRUCTION or

SysTEM TYPE E-2: TEMPORARY ROOF TO DECK, LWC TO TEMPORARY ROOF, IMECHANICALLY ATTACHED BASE SHEET, BONDED

NEmO | etc.e

Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15)
System Deck Vapor Barrier _— B MDP
No. Note 1 (Note 15) T I faci B chL i GE PI sf
(Note 1) ype Sealer Surfacing ase N Spacing Ply(s) Cap Ply (psf)
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear- BURmastic . . One or
structural Min. 440 psi, Min. 2-inch thick Celcore off), repair LWC Glass Ply or Tremco FM-90 9 QRS the.mm. 3 more
psl, 4 . . . inch laps and 12-inch BP-CAS5 or
LWC-94. | concrete, SBS-TA (smooth) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet ttwo (2) I BP-CAS5 SBS-CAS -45.0
ASTM D41 with Celcore HS Rheology Compound SBS (Sanded Composite Ply | Fastener ;)'Ca'caed r;zter‘:g:vz v or SBS- )
primer Modifying Admixture Bonding Surface) HT P CA5
CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the min. 3- One or
BP-CAA, ribbons Min. 440 psi, Min. 2-inch thick, Celcore . off), rep.alr LWC Glass Ply f)r Tremco FM-90 inch laps and 12-inch more BP-CAS or
LWC-95. | Tectum Plank 9-inch Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet ttwo (2) I BP-CA5 SBS-CAS -45.0
-inch o.c. with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener :'Ca'caed :;%terfg\:as v or SBS- )
Modifying Admixture Bonding Surface) HT P CA5
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the min. 3- One or
structural BP-CA4 (ribbons Min. 440 psi, Min. 2-inch thick, Celcore . off), rep.alr LWC Glass Ply 91’ Tremco FM-90 inch laps and 7-inch o.c. more BP-CAS or
LWC-96. | concrete, 12" 0.c) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at two (2) equall BP-CA5 SBS-CAS -67.5
TREMprime - with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener spaced cent(lr ro»\INs or SBS-
WB Primer Modifying Admixture Bonding Surface) HT P CA5
CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the min. 3- One or
in. i i i Min. 2-i i ff ir LW | - . - - :
Min. 2,500 psi BP-CAS or SBS- Min. 440 psi, Min. 2-inch thick, | Celcore ' off), rep.alr C Glass Ply Qr Tremco FM-90 inch laps and 7-inch o.c. more BP-CAS or
LWC-97. | structural CAS (smooth) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at two (2) equall BP-CA5 SBS-CAS -67.5
concrete with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener spaced cent(lr ro»\INs or SBS-
Modifying Admixture Bonding Surface) HT P CAS5
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the min. 3- One or
structural Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 inch la S a-nd Z-inch O' c more BP-CAS or
LWC-98. | concrete, SBS-TA (smooth) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at twoFZZ) equall " | BP-CA5 SBS-CAS -67.5
ASTM D41 with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener spaced cent?ar ro\\//vs or SBS-
primer Modifying Admixture Bonding Surface) HT P CA5
CELCORE (24-0906.02): For reroof (tear- BURmastic ’ .o | Oneor
BP-CA4. ribbons Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 ;'C?]Cg OS'CZ;:; t7h-?n::1”; z’ more BP-CAS or
LWC-99. | Tectum Plank 9-inch ! Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet t FZZ) I | BP-CAS SBS-CAS -67.5
-inch o.c. with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener : av‘::():l e:t(::aroy . or SBS- -
Modifying Admixture Bonding Surface) HT pacedc W CA5
HOT-ASPHALT-APPLIED OR TORCH-APPLIED BASE PLY:
Min. 2,500 psi y . F f (tear- BURmasti . )
" PSL 1 BP-CaG (full CELCORE (2480806.02): or reroof (tear mastic 9-inch o.c. at the min. 3- BP-CA1, SBS-
structural Min. 440 psi, Min. 2-inch thick Celcore off), repair LWC Glass Ply or Tremco FM-90 ; .
coverage) or BP- , 4 . . . inch laps and 12-inch BP-AA, CA1, BP-AA,
LWC-100, concrete, J » | Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet -45.0
R CA4 (ribbons 12 - . o.c. at two (2) equally SBS-AA SBS-AA or
TREMprime with Celcore HS Rheology Compound SBS (Sanded Composite Ply | Fastener APP-TA
WB Primer o.c) Modifying Admixture Bonding Surface) HT spaced center rows
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TABLE 4f: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE OR TECTUM DECKS — NEW CONSTRUCTION or

SysTEM TYPE E-2: TEMPORARY ROOF TO DECK, LWC TO TEMPORARY ROOF, IMECHANICALLY ATTACHED BASE SHEET, BONDED

NEmO | etc.e

. Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15)
System Deck Vapor Barrier _— B MDP
No. Note 1 (Note 15) q asten . ase of
(Note 1) Type Sealer Surfacing Base A Spacing Ply(s) Cap Ply (psf)
Min. 2,500 psi (24- ): F f (tear- BUR ti . .
n pst BP-CAG (full CELCORE (24-0906.02): or reroo. (tear mastic 9-inch o.c. at the min. 3-
structural Min. 440 psi, Min. 2-inch thick Celcore off), repair LWC Glass Ply or Tremco FM-90 . . SBS-AA
coverage) or BP- psl, ’ . . . inch laps and 12-inch
LWC-101, concrete, CA4 (ribbons 12” Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet o.c. at two (2) equall or SBS- SBS-TA -45.0
TREMprime oc) with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener . ) a.ced centd r:)]WS v TA
WB Primer " Modifying Admixture Bonding Surface) HT R
Min. 2, i y . F f - BURmasti : .
in. 2,500 psi CELCORE (24-0906.02): or reroof (tear URnTaglic 9-inch o.c. at the min. 3- BP-CA1, SBS-
structural Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 inch laps and 12-inch BP-AA CA1, BP-AA
LWC-102, concrete, SBS-TA (smooth) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet oc at ?wo (2) equall SBS—AA SBS—,AA or ! -45.0
ASTM D41 with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener - d auaty APP-TA
primer Modifying Admixture Bonding Surface) HT spaced center rows
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear- BURmastic . .
o). -inch o.c. at th .3-
structural Min. 440 psi, Min. 2-inch thick Celcore off), repair LWC Glass Ply or Tremco FM-90 9 inch o.c. att e.mm 3 SBS-AA
psl, 4 . . . inch laps and 12-inch
LWC-103, concrete, SBS-TA (smooth) Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet o.c. at two (2) equall or SBS- SBS-TA -45.0
ASTM D41 with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener - qually TA
primer Modifying Admixture Bonding Surface) uT spaced center rows
(24- .02): For reroof (tear- BURmastic . .
(,\:;t,ciz; 2: &sigezo_iznm thick | Celcore off), repair LWC Glass Ply or Tremco FM-90 9-inch o.c. at the min. 3- BP-CA1, SBS-
BP-CA4, ribbons - 20 pst, Min. ¢ ) - ) inch laps and 12-inch BP-AA, CA1, BP-AA,
- J . elcore ellular Concrete - .
LWC-104,| Tectum Plank Cel MF Cellular C t PVA Curing | spalls with Celcore BURmastic Base Sheet 45.0
9-inch o.c. ) ) o.c. at two (2) equally SBS-AA SBS-AA or
with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener d cent APP-TA
Modifying Admixture Bonding Surface) HT spaced center rows
CELCORE (24-0906.02): For reroof (tear- BURmastic -inch he min. 3-
Bp-CA ribbons | Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply o Tremco FM-90 ign'c';cla 0:;;:; t12e|:1clr? 3| sBs-an
LWC-105| Tectum Plank 9-inch ! Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet tf 2) I or SBS- SBS-TA -45.0
-inch o.c. with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener o.c.a d wo ¢ equally TA
Modifying Admixture Bonding Surface) HT spaced center rows
Min. 2,500 psi (24- ): F f (tear- BURmasti . )
n ps! BP-CA®6 (full CELCAERARRIA06.02): or reroo' (tear mastic 7-inch o.c. at the min. 3-
structural Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 . . BP-CA1, SBS-
coverage) or BP- Y . . inch laps and 7-inch o.c. | BP-AA,
LWC-106, concrete, CA4 (ribbons 12” Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at two (2) equall SBS-AA CA1, BP-AA or -67.5
TREMprime oc) with Celcore HS Rheology Compound SBS (Sanded Composite Ply | Fastener spaced cent?er ro\\//vs SBS-AA
WB Primer " Modifying Admixture Bonding Surface) HT P
Min. 2,500 psi BP-CAG (full CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the min. 3-
structural Min. 440 psi, Min. 2-inch thick Celcore off), repair LWC Glass Ply or Tremco FM-90 . . SBS-AA
coverage) or BP- psl, ’ . . . inch laps and 7-inch o.c.
LWC-107, concrete, CA4 (ribbons 12” Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at two (2) equall or SBS- SBS-TA -67.5
TREMprime 0.c) with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener epaced centc‘lar ro\\//vs TA
WB Primer " Modifying Admixture Bonding Surface) HT P
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TABLE 4f: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE OR TECTUM DECKS — NEW CONSTRUCTION or

SysTEM TYPE E-2: TEMPORARY ROOF TO DECK, LWC TO TEMPORARY ROOF, IMECHANICALLY ATTACHED BASE SHEET, BONDED

NEmO | etc.e

Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15)
System Deck Vapor Barrier _— B MDP
No. Note 1 (Note 15) T I faci B chL i ase Pl sf
(Note 1) ype Sealer Surfacing ase N Spacing Ply(s) Cap Ply (psf)
Min. 2,500 psi CELCORE (24-0906.02): For reroo?c (tear- BURmastic 7-inch o.c. at the min. 3- BP-CAL SBS-
structural Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 inch lans and 7-inch o.c BP-AA cAL BP, AA
LWC-108, concrete, SBS-TA (smooth) | Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at twoFZZ) equall e SBS—AA SBS—’AA or ! -67.5
ASTM D41 with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener spaced cent(lr roY/vs APP_TA
primer Modifying Admixture Bonding Surface) HT R
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch o.c. at the min. 3-
structural Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 inch laps and 7-inch o.c SBS-AA
LWC-109/ concrete, SBS-TA (smooth) | Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at twop(‘z) equall " | orSBS- SBS-TA -67.5
ASTM D41 with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener epaced centqer rO»\INS TA
primer Modifying Admixture Bonding Surface) HT P
w i Celcore Z?fl; rféo::r(taig (BEIL;Z:EStL:r Tremco FM-90 7-inch o.c. at the min. 3- BP-CAL, SBS-
BP-CA4, ribbons Min. 440 psi, Min. 2-inch thick, . ' p. y. inch laps and 7-inch o.c. | BP-AA, CA1, BP-AA,
LWC-110,| Tectum Plank . Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet -67.5
9-inch o.c. ) ) at two (2) equally SBS-AA SBS-AA or
with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener APP-TA
Modifying Admixture Bonding Surface) HT spaced center rows
CELCORE (24-0906.02): For reroof (tear- BURmastic 7-inch he min. 3-
Bp-CAG ribbons | Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 in'c';cla °S'°E;:; ;fn':h”; z’ SBS-AA
LWC-111] Tectum Plank 9-inch c; c Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at twoFZZ) equall " | orSBS- SBS-TA -67.5
e with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener quatly TA
Modifying Admixture Bonding Surface) HT spaced center rows
SEBS-APPLIED BASE PLY:
Min. 2,500 psi BP-CAG (full CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the min. 3-
structural Min. 440 psi, Min. 2-inch thick Celcore off), repair LWC Glass Ply or Tremco FM-90 ) .
coverage) or BP- , K . . . inch laps and 12-inch BP-SEBS,
LWC-112 concrete, CA4 (ribbons 12” Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet o.c. at two (2) equall SBS-AA SBS-SEBS -45.0
TREMprime oc) with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener . ) a.ced center rgws 4
WB Primer - Modifying Admixture Bonding Surface) HT P
Min. 2,500 psi CELCORE (24-0906.02): For reroof (tear- BURmastic 9-inch o.c. at the min. 3-
structural Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 inch labs and 12-inch BP-SEBS
LWC-113| concrete, SBS-TA (smooth) Celcore MF Cellular Concrete PVA Curing spalls with Celcore BURmastic Base Sheet o.c. at Ft)wo (2) equall SBS-AA ’ | SBS-SEBS -45.0
ASTM D41 with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener . ’ a.ced center rgws 4
primer Modifying Admixture Bonding Surface) HT P
CELCORE (24-0906.02): For reroof (tear- BURmastic ¥ _—
BP-CA4. ribbons Min. 440 psi, Min. 2-inch thick, | Celcore off), repair LWC Glass Ply or Tremco FM-90 :‘;'C?‘Cg OS'CZ;:; tlhze-|:]clrr: 3 BP-SEBS
LWC-114] Tectum Plank 9-inch ! Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet tFt) 2) I SBS-AA " | SBS-SEBS -45.0
-incigo.c. with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener oc.a d wo ¢ equally :
Modifying Admixture Bonding Surface) HT spaced center rows
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NEmO | etc.e
TABLE 4r: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE OR TECTUM DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTEM TYPE E-2: TEMPORARY ROOF TO DECK, LWC TO TEMPORARY ROOF, IMECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15)
System Deck Vapor Barrier _— B MDP
No. Note 1 (Note 15) T 1 faci B asten . ase o (osf)
(Note 1) ype Sealer Surfacing ase N Spacing Ply(s) Cap Ply
Min. 2,500 psi (24- ): F f (tear- BUR ti N .
n pst BP-CAG (full CELCORE (24-0906.02): or reroo. (tear mastic 7-inch o.c. at the min. 3-
structural Min. 440 psi, Min. 2-inch thick Celcore off), repair LWC Glass Ply or Tremco FM-90 . X
coverage) or BP- , ’ . . . inch laps and 7-inch o.c. | BP-SEBS,
LWC-115/ concrete, CA4 (ribbons 12” Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at two (2) equall SBS-AA SBS-SEBS -67.5
TREMprime oc) with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener spaced cent(lr ro»\I/vs
WB Primer - Modifying Admixture Bonding Surface) HT P
Min. 2, i y . F f . BURmasti | )
in. 2,500 psi CELCORE (24-0906.02): or reroo. (tear: URmastic 7-inch o.c. at the min. 3-
structural Min. 440 psi, Min. 2-inch thick, Celcore off), repair LWC Glass Ply or Tremco FM-90 inch lans and 7-inch o.c BP-SEBS
LWC-116/ concrete, SBS-TA (smooth) | Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet at twoFZZ) equall - SBS-AA ’ | SBS-SEBS -67.5
ASTM D41 with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener spaced cent(lr ro»\I/vs
primer Modifying Admixture Bonding Surface) HT P
CE-LCORE 2‘-‘—09-06.02 . Celcore f)?fr) r‘:ezog:r(ta%_ ZLI;Z:‘;IS“; Tremco FM-90 7-inch o.c. at the min. 3-
BP-CA4, ribbons Min. 440 psi, Min. 2-inch thick, . ! p. y. inch laps and 7-inch o.c. | BP-SEBS,
LWC-117| Tectum Plank . Celcore MF Cellular Concrete PVA Curing | spalls with Celcore BURmastic Base Sheet SBS-SEBS -67.5
9-inch o.c. ) ) at two (2) equally SBS-AA
with Celcore HS Rheology Compound | SBS (Sanded Composite Ply | Fastener
Modifying Admixture Bonding Surface) HT spaced center rows

TABLE 4G: LIGHTWEIGHT CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SysTem Type F: LWC 10 DECK, BONDED ROOF COVER

System Lightweight Concrete (Note 14) Roof Cover (Note 15) MDP
Deck (Note 1) . -z
No. Deck Treatment Type Sealer Surfacing Base Ply Ply Cap Ply (psf)
Min. 22 ga., type B, CELCORE (24-0906.02):
SGr::e;;(;ﬂste:(lj,dflieft (Optional) Celcore Min. 370 psi, Min. 2-inch thick, Celcore PVA | Celcore SBS (Sanded BP-CA4, ribbons 9-inch o.c. | (Optional) One or more BP- BP-CAL BP-CAG
Lwc-118. V\E)e|dls & Opc or min S-1 Deck Celcore MF Cellular Concrete Curing Bonding Surface) at 1 (laps sealed with Tremco CA1, BP-CA6, SBS-CA1 or SBS-CAll or SBS-lCAG -60.0
2,500'psi st'rl.;ctural : Preparation Slurry with Celcore HS Rheology Compound gal/sq. LF Adhesive) SBS-CA6
concrete Modifying Admixture
Min. 22 ga., type B, CELCORE (24-0906.02):
Grade 40 steel, 6 ft . R S R . . .
" (Optional) Celcore Min. 370 psi, Min. 2-inch thick, Celcore PVA | Celcore SBS (Sanded BP-CA4, ribbons 9-inch o.c. .
span, 5/8” puddle ) . ) (Optional) One or more BP-
LWC-119. welds. 6 o.c. or min S-1 Deck Celcore MF Cellular Concrete Curing Bonding Surface) at 1 (laps sealed with Tremco CAS or SBS-CAS BP-CAS5 or SBS-CA5 -60.0
2,500’psi st.rl.;ctural ’ Preparation Slurry with Celcore HS Rheology Compound gal/sq. LF Adhesive)
concrete Modifying Admixture
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SySTEM TYPE F: VAPOR BARRIER TO DECK, LWC TO VAPOR BARRIER, BONDED ROOF COVER

TABLE 4H: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE OR TECTUM DECKS — NEW CONSTRUCTION

NEmO | etc.e

Lightweight Concrete (Note 14) Roof Cover (Note 15)
System Deck Vapor Barrier G MbpP
No. (Note 1) (Note 15) Tre‘:t:\ceent Type Sealer Surfacing Base Ply Ply Cap Ply (psf)*
Min. 2,500 psi BP-CAG (full CELCORE (24-0906.02): .
structural c0\;era e)uor Bp- (Optional) Celcore | Min. 370 psi, Min. 2-inch thick, Celcore PVA | Celcore SBS BP.'CA4' ribbons | (Optional) One or BP-CA1, BP-
LWC-120. | concrete, cAd (rikg)bons 127 S-1 Deck Celcore MF Cellular Concrete Curing (Sanded Bonding 9-inch 0.C. (laps more BP-CA1, BP-CA6, | CA6, SBS-CA1 -60.0
TREMprime 0c) Preparation Slurry | with Celcore HS Rheology Compound Surface) at 1 gal/sq. fﬂsz::)m TremeoLF | SBS.CA1 or SBS-CAG or SBS-CA6
WB Primer - Modifying Admixture
CELCORE (24-0906.02): )
Min. 2,500 psi BP-CAS oF SBS- (Optional) Celcore | Min. 370 psi, Min. 2-inch thick, Celcore PVA | Celcore SBS BP.'CA‘L ribbons (Optional) One or BP-CAS or
LWC-121. | structural S-1 Deck Celcore MF Cellular Concrete Curing (Sanded Bonding 9-inch o.c. (iaps more BP-CAS5 or SBS- -60.0
CAS5 (smooth) . K sealed with Tremco LF SBS-CAS
concrete Preparation Slurry | with Celcore HS Rheology Compound Surface) at 1 gal/sq. Adhesive) CAS
Modifying Admixture
CELCORE (24-0906.02): )
BP-CA4. ribbons (Optional) Celcore | Min. 370 psi, Min. 2-inch thick, Celcore PVA | Celcore SBS BFT'CA‘L ribbons | (optional) One or BP-CA1, BP-
LWC-122. | Tectum Plank 9uinch c; c S-1 Deck Celcore MF Cellular Concrete Curing (Sanded Bonding 9-inch 0.C. (laps more BP-CA1, BP-CA6, | CA6, SBS-CA1 -60.0
- Preparation Slurry | with Celcore HS Rheology Compound Surface) at 1 gal/sq. ;Z‘ZZ;‘Z')M TremeotF | gBS.CA1 or SBS-CA6 or SBS-CA6
Modifying Admixture
CELCORE (24-0906.02):
: : C NN 9 B BP-CA4, ribbons ;
BP-CA4, ribbons (Optional) Celcore | Min. 370 psi, Min. 2-inch thick, Celc.ore PVA Celcore SBS . Sinch o1 (Optional) One or BP-CAS or
LWC-123. | Tectum Plank . S-1 Deck Celcore MF Cellular Concrete Curing (Sanded Bonding -C. (laps more BP-CAS5 or SBS- -60.0
9-inch o.c. . K sealed with Tremco LF SBS-CA5
Preparation Slurry | with Celcore HS Rheology Compound Surface) at 1 gal/sq. Adhesive) CAS
Modifying Admixture
Min. 2,500 psi SBS-TA (smooth) CELCORE (24-0906.02): )
structural or POWERDI (Optional) Celcore | Min. 370 psi, Min. 2-inch thick, Celcore PVA | Celcore SBS BP'-CA4, ribbons | (optional) One or BP-CA1, BP-
LWC-124. | concrete, APP Base S?'l\e/et S-1 Deck Celcore MF Cellular Concrete Curing (Sanded Bonding 9-inch 0.C. (laps more BP-CA1, BP-CA6, | CA6, SBS-CA1 -60.0
ASTM D41 torch-applied ! Preparation Slurry | with Celcore HS Rheology Compound Surface) at 1 gal/sq. ;Z‘ZZ;‘Z')M TremeotF | gBS.CA1 or SBS-CA6 or SBS-CA6
primer PP Modifying Admixture
Min. 2,500 psi SBS-TA (smooth) CELCORE (24-0906.02): )
structural or POWERDI (Optional) Celcore | Min. 370 psi, Min. 2-inch thick, Celcore PVA | Celcore SBS BP-CA4, ribbons | (0ptional) One or BP-CAS or
LWC-125. | concrete, Pl S-1 Deck Celcore MF Cellular Concrete Curing (Sanded Bonding 9-inch o.c. (iaps more BP-CAS5 or SBS- -60.0
APP Base Sheet, . . sealed with Tremco LF SBS-CA5
ASTM D41 torch-aplied Preparation Slurry | with Celcore HS Rheology Compound Surface) at 1 gal/sq. Adhesive) CA5
primer PP Modifying Admixture
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TABLE 5A: CEMENTITIOUS WOOD FIBER DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
Base Insulation Layer Top Insulation Layer Roof Cover (Note 15
System Deck U Attach L i Attach (Note 15) MDP
ac ac
No. Note 1 (psf)*
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Min. 2-inch Tectum | Plank; 4 ft span, One or more layers, min. 1-inch . n .
CWE-1 Trufast PF-3750 #12 Purlin Fastener Trisotech G, Trisotech, EnergyGuard LRFIA or er::;S.ozrss:gncCSRD(;}cn;DECk LRFIA or BP-CA1 or SBS-CA1 g?‘:;f:jgpc_)gil BP-CAl or 60.0
’ with Trufast MP-2000 2” Metal Seam Polyiso Insulation, H-Shield, Elevate LRFIA(BG) ) LRFIA(BG) SBS-CA1 ’
Plate; 3 parts per bearing. ISOGARD GL, Multi-Max FA-3 Gypsum-Fiber Roof Board or SBS-CA1
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 2-inch Tectum | Plank; 4 ft span, One or more layers, min. 1-inch (Optional) One
Trufast PF-3750 #12 Purlin Fastener Trisotech G, Trisotech, EnergyGuard LRFIA or Min. 0.25-inch SECUROCK LRFIA or BP-CAG6 or
CWE-2. . ” . . R . BP-CA6 or SBS-CA6 or more BP-CA6 -82.5
with Trufast MP-2000 2” Metal Seam Polyiso Insulation, H-Shield, Elevate LRFIA(BG) Gypsum-Fiber Roof Board LRFIA(BG) SBS-CAG SBS-CA6
Plate; 3 parts per bearing. ISOGARD GL, Multi-Max FA-3 il
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 2-inch Tectum | Plank; 4 ft span, One or more layers, min. 1-inch (Optional) One
Trufast PF-3750 #12 Purlin Fastener Trisotech G, Trisotech, EnergyGuard LRFIA or Min. 0.25-inch SECUROCK LRFIA or P BP-CAS5 or
CWE-3. . ” . . R . BP-CA5 or SBS-CA5 or more BP-CAS -82.5
with Trufast MP-2000 2” Metal Seam Polyiso Insulation, H-Shield, Elevate LRFIA(BG) Gypsum-Fiber Roof Board LRFIA(BG) SBS-CAS SBS-CA5
Plate; 3 parts per bearing. ISOGARD GL, Multi-Max FA-3 oroE
HOT-ASPHALT-APPLIED BASE PLY:
Min. 0.125-inch
. ke 4§ TremBoard AC or min.
Min. 2-inch Tectum | Plank; 4 ft span, | \qin 1 5.inch Trisotech G, Trisotech 0.25-inch DensDeck
Trufast PF-3750 #12 Purlin Fastener o Lo ! LRFIA or ’ . ! (Optional) BP- BP-AA or -75.0
CWEF-4. with Trufast MP-2000 2” Metal Seam Elevate ISOGARD GL or Multi-Max LRFIA(BG) DensDeck Prime, DEXcell Hot asphalt | BP-AA, SBS-AA AA or SBS-AA SBS-AA
Plate; 3 parts per bearing. FA3 FA Glass Mat Roof Board
or SECUROCK Gypsum-
Fiber Roof Board
Min. 0.125-inch
L TremBoard AC or min.
?’"”f‘ 2;';5"3;‘;3:?2':“;_"(;’:4 f: SPan, | Min. 1.5-inch Trisotech G, Trisotech, LRFIA or 0.25-inch DensDeck, (Optional) One 750
CWEF-5. rutasttr uriin rastener Elevate ISOGARD GL or Multi-Max DensDeck Prime, DEXcell Hot asphalt | SBS-AA or more SBS- SBS-TA :
with Trufast MP-2000 2” Metal Seam LRFIA(BG)
Plate; 3 parts per bearing. FA3 FA Glass Mat Roof Board AA, SBS-TA
or SECUROCK Gypsum-
Fiber Roof Board
Min. 2-inch Tectum | Plank; 4 ft span, One or more layers, min. 1-inch (Optional) One BP-CA1, BP-
CWE-6 Trufast PF-3750 #12 Purlin Fastener Trisotech G, Trisotech, EnergyGuard LRFIA or Min. 0.25-inch SECUROCK LRFIA or SBS-AA or more BP-AA, AA, SBS-CA1, 825
’ with Trufast MP-2000 2” Metal Seam Polyiso Insulation, H-Shield, Elevate LRFIA(BG) Gypsum-Fiber Roof Board LRFIA(BG) SBS-AA or APP- SBS-AA or ’
Plate; 3 parts per bearifg] ISOGARD GL, Multi-Max FA-3 TA APP-TA
Min. 2-inch Tectum | Plank; 4 ft span, One or more layers, min. 1-inch (Optional) One
CWE-7 Trufast PF-3750 #12 Purlin Fastener Trisotech G, Trisotech, EnergyGuard LRFIA or Min. 0.25-inch SECUROCK LRFIA or SBS-AA or?nore SBS-AA SBS-TA 825
: with Trufast MP-2000 2” Metal Seam Polyiso Insulation, H-Shield, Elevate LRFIA(BG) Gypsum-Fiber Roof Board LRFIA(BG) SBS-TA ’ ’
Plate; 3 parts per bearing. ISOGARD GL, Multi-Max FA-3
SEBS-APPLIED BASE PLY:
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TABLE 5A: CEMENTITIOUS WOOD FIBER DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck L pya— g L e Z= MDP
ac ac
No. Note 1 sf)*
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Min. 0.125-inch
o TremBoard AC or min.
2/'”}‘ 2;':?3;:3:':2"’”3?"}4 f: span, Min. 1.5-inch Trisotech G, Trisotech, LRFIA or 0.25-inch DensDeck, (Optional) BP
ruras’ - urlin Fastener . . -
CWEF-8. with Trufast MP-2000 2” Metal Seam Elevate ISOGARD GL or Multi-Max LRFIA(BG) DensDeck Prime, DEXcell Hot asphalt | BP-SEBS, SBS-SEBS SEBS, SBS-SEBS SBS-SEBS -75.0
Plate; 3 parts per bearing. FA3 FA Glass Mat Roof Board
or SECUROCK Gypsum-
Fiber Roof Board
Min. 2-inch Tectum | Plank; 4 ft span, One or more layers, min. 1-inch BP-SEBS (except
CWF-9 Trufast PF-3750 #12 Purlin Fastener Trisotech G, Trisotech, EnergyGuard LRFIA or Min. 0.25-inch SECUROCK LRFIA or BURmastic Glass Ply, (Optional) BP- SBS-SEBS 825
’ with Trufast MP-2000 2” Metal Seam Polyiso Insulation, H-Shield, Elevate LRFIA(BG) Gypsum-Fiber Roof Board LRFIA(BG) BURmastic Glass Ply—281b | SEBS, SBS-SEBS ’
Plate; 3 parts per bearing. ISOGARD GL, Multi-Max FA-3 or THERMglas), SBS-SEBS
TORCH-APPLIED BASE PLY:
Min. 2-inch Tectum | Plank; 4 ft span, One or more layers, min. 1-inch
CWF-10 Trufast PF-3750 #12 Purlin Fastener Trisotech G, Trisotech, EnergyGuard LRFIA or Min. 0.25-inch SECUROCK LRFIA or SBS-TA (Optional) SBS- SBS-TA 825
’ with Trufast MP-2000 2” Metal Seam Polyiso Insulation, H-Shield, Elevate LRFIA(BG) Gypsum-Fiber Roof Board LRFIA(BG) TA '
Plate; 3 parts per bearing. ISOGARD GL, Multi-Max FA-3

TABLE 58: CEMENTITIOUS WOOD FIBER DEC
: MECHANICALLY ATTACHED ANCHOR SHEE

—NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

ONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (Note 15)
e Deck Fast, Barrier Attach Attach MDP
asten ac ac
No. (Note 1) Type Attach Type Type Base Pl Pl Cap PI (psf)
s (Note 11) (Note 15) U (Notes 6,7,8) UL (Notes 6,7,8) Y v Py
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Min. 2-inch Tectum | BURmastic Tremco Twin- 6-inch o.c. at (Optional) Min (Optional)
Plank; 4 ft span, Trufast Composite Loc Nail 4-inch laps and 1 Spinch ' LRFIA oF Min. 0.5-inch LREIA oF Onpe or
PF-3750 #12 Purlin Ply HT, Assembled 12-inch o.c. at b DensDeck Prime or BP-CAlor BP-CAlor
-11. L B - L B - BP- -60.
cty Fastener with Trufast BURmastic Fastener (min. four (4), None Tr!sotech G X RFIA(BG), & SECUROCK Gypsum- X RFIA(BG), 6 SBS-CA1 more BP SBS-CA1 60.0
” R . Trisotech CGF or inch o.c. . inch o.c. CA1 or SBS-
MP-2000 2” Metal Seam Composite 1.8-inch equally spaced . Fiber Roof Board
. . Trisotech CA1
Plate; 3 parts per bearing. | Ply Premium embed) center rows
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 2-inch Tectum | BURmastic Tremco Twin- 6-inch o.c. at (Optional) Min
Plank; 4 ft span, Trufast Composite Loc Nail 4-inch laps and 1 Spinch ! LRFIA oF Min. 0.5-inch LREIA or (Optional) BP-CA1, BP-
PF-3750 #12 Purlin Ply HT, Assembled 12-inch o.c. at T DensDeck Prime or BP-CA6 or CA®B, SBS-
-12. L B - L B - BP- -75.
s Fastener with Trufast BURmastic Fastener (min. four (4), None E::z:z: (GZ,GF or i:cFr:A;)( CG)’ 6 SECUROCK Gypsum- i::r:t( CG)’ 6 SBS-CA6 sgs?éfeor CA1 or SBS- 750
MP-2000 2” Metal Seam Composite 1.8-inch equally spaced . - Fiber Roof Board - CA6
. . Trisotech
Plate; 3 parts per bearing. | Ply Premium embed) center rows
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
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NEmO | etc.e
TABLE 58: CEMENTITIOUS WOOD FIBER DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (Note 15)
s Deck p MDP
ystem ecl .
Fasten Barrier Attach Attach
No. (Note 1) Type N Attach (Note 15) Type N Type A Base Ply Ply Cap Ply (psf)
Min. 2-inch Tectum | BURmastic Tremco Twin- 6-inch o.c. at (Optional) Min
Plank; 4 ft span, Trufast Composite Loc Nail 4-inch laps and . . ’ Min. 0.5-inch .
PF-3750 #12 Purlin Ply HT, Assembled 12-inch o.c. at (Optional) 1'.5 inch LRFIA or DensDeck Prime or LRFIA G BP-CAS or (Optional) BP-CAS or
G Fastener with Trufast BURmastic Fastener (min. four (4) BP-CAS or Trisotech G, LRFIA(BG), 6- SECUROCK Gypsum- LRFIA(BG), 6- SBS-CAS BP-CAS or SBS-CAS 750
” : - ! SBS-CAS5 Trisotech CGF or | inch o.c. ) inch o.c. SBS-CAS5
MP-2000 2” Metal Seam Composite 1.8-inch equally spaced Trisotech Fiber Roof Board
Plate; 3 parts per bearing. | Ply Premium embed) center rows
HOT-ASPHALT-APPLIED BASE PLY:
Min. 2-inch Tectum | BURmastic Tremco Twin- 6-inch o.c. at (Optional) Min
Plank; 4 ft span, Trufast Composite Loc Nail 4-inch laps and . ’ Min. 0.5-inch .
PF-3750 #12 Purlin Ply HT, Assembled 12-inch o.c. at L5-inch CRGIA or DensDeck Prime or LRFIA or Bp-Aa, sps- | (Optional) | BP-CAL BP-
CWEF-14. . . . None Trisotech G, LRFIA(BG), 6- LRFIA(BG), 6- BP-AA or AA, SBS-CA1 -75.0
Fastener with Trufast BURmastic Fastener (min. four (4), Trisotech CGF or | inch o.c SECUROCK Gypsum- inch o.c AA SBS-AA or SBS-AA
MP-2000 2” Metal Seam Composite 1.8-inch equally spaced Trisotech A Fiber Roof Board o
Plate; 3 parts per bearing. | Ply Premium embed) center rows
Min. 0.125-inch
6-inch o.c. at TremBoard AC or
in. 2-i BURmasti . . Min. 1.5-inch . - .
Min. 2-inch Tectum | mas‘ 'c . 4-inch laps (Optional) !n inc min. 0.25-inch (Optional)
Plank; 4 ft span, Trufast Composite Tremco Twin and 12-inch BP-AA Trisotech G, DensDeck DensDeck One or
PF-3750 #12 Purlin Ply HT or Loc-Nails ! Trisotech, . N BP-AA, BP-CAL,
CWF-15. Fastener with Trufast BURmastic (min. 1.8-inch o.c. at four SBS-AA or Elevate Hot asphalt Prime, DEXcell FA Hot asphalt SBS-AA more BP- SBS-CA1 -60.0
MP-2000 2” Metal S . T (4), equally SBS-TA Glass Mat Roof CAlor
etal Seam Composite embed) spaced center | (smooth) IS ERARRG! TN Board or SECUROCK SBS-CA1
Plate; 3 parts per bearing. | ply Premium P Multi-Max FA3 :
rows Gypsum-Fiber Roof
Board
Min. 0.125-inch
6-inch o.c. at TremBoard AC or
Min. 2-inch Tectum | BURmastic . . Min. 1.5-inch . .
-inch | | . 0.25-inch
il oo | Compte | ot | S0 0090 | Tigaecn —
PF-3750 #12 Purlin Ply HT or Loc-Nails / Trisotech, . ’ BP-AA, P BP-AA or
CWF-16. Fastener with Trufast BURmastic (min. 1.8-inch o.c. at four SBS-AA or Elevate Hot asphalt Prime, DEXcell FA Hot asphalt SBS-AA BP-AA or SBS-AA -75.0
MP-2000 2” Metal S ; o (4), equally SBS-TA Glass Mat Roof SBS-AA
etal Seam Composite embed) spaced center | (smooth) @PGARD Gl or Board or SECUROCK
Plate; 3 parts per bearing. | ply Premium P Multi-Max FA3 .
rows Gypsum-Fiber Roof
Board
Min. 0.125-inch
6-inch o.c. at TremBoard AC or
Min. 2-inch Tectum | BURmastic 4-inch laps (Optional) Min. 1.5-inch min. 0.25-inch
; Composite Tremco Twin ) Trisotech G, " Optional
Efr;l;,sgl‘;ls;?):,rﬁufast Pl H?I' olr Loc-Nails ' g 12-indl BP-AA, Tr:sotech DensDeck, DensDeck (Onpe Ior )
CWF-17. Fastener with Trufast BJRmastic (min. 1.8-inch o.c. at four SBS-AA or Elevate ’ Hot asphalt Prime, DEXcell FA Hot asphalt SBS-AA more SBS SBS-TA -75.0
" : e " BS- )
MP-2000 2” Metal Seam Composite embed) ?L;qdufgr\:ter (SsnsmToAth) ISOGARD GL or S;S:d'\g?tsggsgow AA, SBS-TA
Plate; 3 parts per bearing. | ply Premium P Multi-Max FA3 .
rows Gypsum-Fiber Roof
Board
SEBS-APPLIED BASE PLY:
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TABLE 58: CEMENTITIOUS WOOD FIBER DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

NEmO | etc.e

Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (Note 15)
System Deck Fast Barri Attach Attach MDP
asten arrier ac ac
No. (Note 1) T Attach T T Base PI Pl Cap PI (psf)
W (Note 11) ac (Note 15) U (Notes 6,7,8) U (Notes 6,7,8) . Y =y
Min. 2-inch Tectum | BURmastic Tremco Twin- 6-inch o.c. at (Optional) Min
1t e | MO e || (o)
CWF-18. : vl ) - None Trisotech G, LRFIA(BG), 6- LRFIA(BG), 6- ’ BP-SEBS, SBS-SEBS -75.0
Fastener with Trufast BURmastic Fastener (min. four (4), Trisotech CGF or | inch o.c SECUROCK Gypsum- inch o.c SBS-SEBS SBS-SEBS
MP-2000 2” Metal Seam Composite 1.8-inch equally spaced ) o Fiber Roof Board -
. . Trisotech
Plate; 3 parts per bearing. | Ply Premium embed) center rows
Min. 0.125-inch
. 6-inch o.c. at . . TremBoard AC or
Min. 2-inch Tectum | BURmastic ) 4-inch laps (Optional) Min. 1.5-inch min. 0.25-inch
Plank; 4 ft span, Trufast Composite Tremco Twin R Trisotech G, i
PF-3750 #12 Purlin Ply HT or Loc-Nails and 12-inch BP-AA, Trisotech pegabeck, DensDegg BP-SEBS, (Optional)
CWEF-19. X Y v . R . o.c. at four SBS-AA or ’ Hot asphalt Prime, DEXcell FA Hot asphalt ! BP-SEBS, SBS-SEBS -75.0
Fastener with Trufast BURmastic (min. 1.8-inch (4), equall SBSTA Elevate Glass Mat Roof SBS-SEBS SBS-SEBS
MP-2000 2" Metal Seam Composite embed) s e;ceqd cer\:ter ( th) SO or Board or SECUROCK
Plate; 3 parts per bearing. | Ply Premium P smoo Multi-Max FA3 :
rows Gypsum-Fiber Roof
Board
TORCH-APPLIED BASE PLy:
Min. 2-inch Tectum | BURmastic Tremco Twin- 6-inch o.c. at . .
Plank; 4 ft span, Trufast Composite Loc Nail 4-inch laps and QRtional i Min. 0.5-inch
PF-3750 #12 Purlin Ply HT, Assembled 12-inch o.c.at | (OPtional)l | 1.5-inch LRFIA of DensDeck Prime or LRFIA or APP-TA, (Optional) | /oo 7
CWE-20. . . . BP-CAS5 or Trisotech G, LRFIA(BG), 6- LRFIA(BG), 6- APP-TA, -75.0
Fastener with Trufast BURmastic Fastener (min. four (4), SBS-CAS Trisotech CGE or | inch o.c SECUROCK Gypsum- inch o SBS-TA SBS-TA SBS-TA
MP-2000 2” Metal Seam Composite 1.8-inch equally spaced . o Fiber Roof Board cho.c.
. . Trisotech
Plate; 3 parts per bearing. | Ply Premium embed) center rows
) 6-inch o.c. at ) . . .
Min. 2-inch Tectum | BURmastic 4-:nch labs (Optional) Min. 1.5-inch Min. 0.25-inch
Plank; 4 ft span, Trufast Composite Tremco Twin and 12-i:ch BPE’AA Trisotech G, DensDeck Prime, (Optional)
PF-3750 #12 Purlin Ply HT or Loc-Nails ! Trisotech, DEXcell FA Glass Mat APP-TA, p APP-TA,
CWF-21. ) . . ) o.c. at four SBS-AA or Hot asphalt Hot asphalt APP-TA, -75.0
Fastener with Trufast BURmastic (min. 1.8-inch (4), equall SBS-TA Elevate Roof Board or SBS-TA SBS-TA SBS-TA
MP-2000 2” Metal Seam | Composite | embed) . éceqd Cezter smooth) | ISOGARD GLor SECUROCK Gypsum-
Plate; 3 parts per bearing. | ply Premium rgws Multi-Max FA3 Fiber Roof Board
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TABLE 6A: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

NEmO | etc.e

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Deck Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System (Note 1 Attach Attach (ME D)P
No. Note 1, T aci T ac| Sf)*
Note 12) VB (Notes 6,7,8) VB (Notes 6,7,8) Base Ply Ply Cap Ply
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
L . " . Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber .
-1 EXIS:mni "F/Ir:;gfh”(]jg]FT'rrlrsi(;:t:Z:hGI LRFIA or Roof Board or min. 0.5-inch SECUROCK Cement Roof Board LRFIA or BP-CA1 or (Optlog:I)Cgr;e OSrBS BP-CAL or SBS-CAL -60.0
' iypku £l | A,RD ! LRFIA(BG) or Structodek HD with Primed Red Coating or min. 7/16-inch | LRFIA(BG) SBS-CA1 nore bF-LAL or 5B ’
ec evate 150G e DEXcell Cement Roof Board CAL
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
L . . . Optional) One BP-CA1
Existing Min. 0.5-inch Trisotech G, ( BP-CA1, BP-CAb,
G} gypsum Trisotech CGF, Trisotech, tgi::(gre) Min. 0.5-inch Structodek HD with Primed Red Coating tgi:ﬁ(g;) SBBP:QEGW ‘;:osriséﬁclA‘;r;’r”sB‘;i SBS-CAL or SBS- -165.0
deck Elevate ISOGARD CG CAG CA6
Existing Min. 0.5-inch Trisotech G, . . . Y (Optional) One or
G-3. gypsum Trisotech CGF, Trisotech, ::EE:Q(EFG) :;/22]; g’j:r'énCh DensDeck Prime or SECUROCK Gypsum-Fiber tEE:Q(ErG) SB;:_:?:;” more BP-CA6 or SBS- BP-CAG6 or SBS-CA6 | -202.5
deck Elevate ISOGARD CG CA6
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Existing Min. 0.5-inch Trisotech G, (Optional) One or
G-4. gypsum Trisotech CGF, Trisotech, tgi:ﬁ(gr(;) Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board tﬁi:ﬁ(gr(;) gg:?i;’r more BP-CAS or SBS- | BP-CAS or SBS-CAS | -157.5
deck Elevate ISOGARD CG CAS
Existing Min. 0.5-inch Trisotech G, (Optional) One or
LRFIA LRFIA -
G-5. gypsum Trisotech CGF, Trisotech, LRFIA(CI;rG) Min. 0.5-inch Structodek HD with Primed Red Coating LRFIA(ng) SBBPs??:sor more BP-CA5 or SBS- BP-CAS or SBS-CA5 | -165.0
deck Elevate ISOGARD CG CAS
Existing Min. 0.5-inch Trisotech G, (Optional) One or
G-6. gypsum Trisotech CGF, Trisotech, tgi:ﬁ(g;) Min. 0.25-inch DensDeck Prime tﬁi:ﬁ(gr(;) gg:?i;’r more BP-CAS or SBS- | BP-CAS or SBS-CAS | -202.5
deck Elevate ISOGARD CG CAS
HOT-ASPHALT-APPLIED BASE PLY:*
. . R . Optional) One BP-
Exist Min. 0.5-inch Trisotech G (
G-7 Xlss:.lnng1 Tr::otechl?icGF 'rlj:iZOiZch ' P Min. 0.5-inch Structodek HD with Primed Red Coatin LRFIA or BP-AA, SBS- CAlorSBS-CAlorone | BP-CAL SBS-CAL -165.0
: gyp ' " | LRFIA(BG) - & LRFIA(BG) AA or more BP-AA, SBS- | BP-AA or SBS-AA :
deck Elevate ISOGARD CG
AA or APP-TA
Existing Min. 0.5-inch Trisotech G Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board or min. (Optional) One BP- BP-CAL, SBS-CAL
. . ! LRFIA or X ) X LRFIA or BP-AA, SBS- CA1 or SBS-CA1 or one . ’
G-8. gypsum Trisotech CGF, Trisotech, LRFIA(BG) 0.5-inch SECUROCK Cement Roof Board or min. 7/16-inch LRFIA(BG) AA or more BP-AA. SBS- BP-AA, SBS-AA or -180.0
deck Elevate ISOGARD CG DEXcell Cement Roof Board i APP-TA
AA or APP-TA
Existing Min. 0.5-inch Trisotech G, .
G-9. gypsum Trisotech CGF, Trisotech, tgi:i(ng) Min. 0.5-inch Structodek HD with Primed Red Coating tﬁi:ﬁ(g;) SBS-AA ET?OF:ZOS%?)AOAnZEE TA SBS-TA -165.0
deck Elevate ISOGARD CG !
Existing Min. 0.5-inch Trisotech G, Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board or min. .
G-10. gypsum Trisotech CGF, Trisotech, tii:i(g;) 0.5-inch SECUROCK Cement Roof Board or min. 7/16-inch tg:z:ﬁ(;s) SBS-AA ET?OF:ZOSTSI_)AO;Z;;_TA SBS-TA -180.0
deck Elevate ISOGARD CG DEXcell Cement Roof Board !
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NEmO | etc.e
TABLE 6A: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SysTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Deck Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System | Vote 1 Attach Attach mMpP
ote acl ac
No. — T T (psf)*
Note 12) = (Notes 6,7,8) VB (Notes 6,7,8) Base Ply Ply Cap Ply
SEBS-APPLIED BASE PLY:
Existing Min. 0.5-inch Trisotech G, .
G-11. gypsum Trisotech CGF, Trisotech, tgi:i(‘ég) Min. 0.5-inch Structodek HD with Primed Red Coating tﬁi:ﬁ(‘;rm Egésggé's gcézt'sc’géas') BP-SEBS, | sps-ses -165.0
deck Elevate ISOGARD CG
Existing Min. 0.5-inch Trisotech G, Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber .
G-12. gypsum Trisotech CGF, Trisotech, tgi:: ng Roof Board or 0.5-inch SECUROCK Cement Roof Board or tgi:: :rG EBP;SlSEEB;’S (s(ggtlsc;:sl) BP-SEBS, SBS-SEBS -202.5
deck Elevate ISOGARD CG (BG) min. 7/16-inch DEXcell Cement Roof Board (86) B B
TORCH-APPLIED BASE PLY:
Existing Min. 0.5-inch Trisotech G, .
G-13. gypsum Trisotech CGF, Trisotech, tgi:i(g;) Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board tgi:ﬁ(ng) ?APP'TA’ SB5- ggf'&“a” APP-TA, APP-TA, SBS-TA -180.0
deck Elevate ISOGARD CG
Existing Min. 0.5-inch Trisotech G, ) ) ) )
. R LRFIA or Min. 0.5-inch SECUROCK Cement Roof Board or min. 7/16- LRFIA or APP-TA, SBS- (Optional) APP-TA,
G-14. gypsum Trisotech CGF, Trisotech, . APP-TA, SBS-TA -202.5
h DEXcell C t Roof Board TA SBS-TA
deck Elevate ISOGARD CG LRFIA(BG) inc cell Cement Roof Boar LRFIA(BG)

TABLE 6B: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SysTEmM TYPE A-1A: BONDED TEMPORARY ROOF, BONDED INSULATION, BONDED ROOF COVER

Base Insulation Top Insulation Roof Cover (Note 15)
s | e |3 : e
No. > Type ac Type ac Base PI PI Cap Pl (psf)*
Note 12) (Note 15) L (Notes 6,7,8) L (Notes 6,7,8) v v Py
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Min. 0.25-inch DensDeck Prime or
Existin SECUROCK Gypsum-Fiber Roof Board Obtionall O
G-15 suni BP-CA6 Min. 0.5-inch Trisotech G, Trisotech CGF, LRFIA or or min. 0.5-inch SECUROCK Cement LRFIA or BP-CAl or E‘ngr:eogs )CA;]e ong BP-CAl or -60.0
©o| BP Trisotech, Elevate ISOGARD CG LRFIA(BG) | Roof Board or Structodek HD with LRFIA(BG) | SBS-CAL “CALorSBS- | ops.cat '
deck . . . . CAl
Primed Red Coating or min. 7/16-inch
DEXcell Cement Roof Board
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
L (Optional) One BP-
616 EXIS:Lnri BP-CA6 Min. 0.5-inch Trisotech G, Trisotech CGF, LRFIA or Min. 0.5-inch Structodek HD with LRFIA or BP-CA6 or CA1 or SBS-CAl or EZ-GC':lB’:gAl -165.0
L Trisotech, Elevate ISOGARD CG LRFIA(BG) | Primed Red Coating LRFIA(BG) | SBS-CA6 | one or more BP-CA6 , '
deck or SBS-CA6
or SBS-CA6
Existi R
o1y WE ] ecac Min. 0.5-inch Trisotech G, Trisotech CGF, | LRFIAor | Min.0.25-inch DensDeck Prime or LRFIAor | BP-CAGor ﬁg:ggs”cggifsr% BP-CAG or 1825
’ gzzk Trisotech, Elevate ISOGARD CG LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board LRFIA(BG) SBS-CA6 CAB SBS-CA6 :
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ PEER-TRM-006.B.R19 for FL20325-R21 (HVHZ)
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TABLE 6B: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SysTEm TYPE A-1A: BONDED TEMPORARY ROOF, BONDED INSULATION, BONDED ROOF COVER

NEmO | etc.e

Cement Roof Board

System Deck Vapor Base Insulation Top Insulation Roof Cover (Note 15) e
(Note 1, Barrier Attach Attach ——
No. (psf)*
Note 12) (Note 15) Type (Notes 6,7,8) Type (Notes 6,7,8) Base Ply Ply Cap Ply
618 e | D eewe. | Min.05-inch Trisotech G, Trisotech CGF, | LRFIAor | Min.0.5-inch Structodek HD with (RFiAor | Bp-casor | (OPUOREDORCOT 1 gp.cas or 1650
- | BYP Trisotech, Elevate ISOGARD CG LRFIA(BG) | Primed Red Coating LRFIA(BG) | SBS-CAS P or SBS-CAS ‘
deck (smooth) CAS5
Min. 1-inch Trisotech G, Trisotech CGF,
- Trisotech, EnergyGuard Polyiso Insulation, .
619 EX'S:L”nf SBE;Q:SW H-Shield, Elevate ISOGARD GL, Multi-Max | LRFIAor | Min. 0.625-inch SECUROCK Gypsum- | LRFIAor | BP-CAS or ﬁ)glc’;i”cf\ge g, | BPCAS or 1950
: g‘é’zk (srmooth) FA-3, Elevate ISOGARD CG, UltraMax or LRFIA(BG) | Fiber Roof Board LRFIA(BG) | ses-cas | T or SBS-CAS :
Styrofoam Brand Roofmate, Highload 60
or Plazamate
Existing BP-CA5 or . . . . (Optional) One or
Min. 0.5-inch Trisotech G, Trisotech CGF LRFIA or LRFIA or BP-CAS or BP-CAS5 or
-20. BS-CA ! ! Min. 0.25-inch DensDeck Pri - - -262.
G20 | gypsum | SBSCAS | pcoiech, Elevate ISOGARD CG LRFIA(BG) Pr=inch DensDech Qe LRFIA(BG) | SBs-cAs | MOreBPCASOTSES- | qp cps 625
deck (smooth) CA5
HOT-ASPHALT-APPLIED BASE PLY:
Existin (Optional) One BP- | BP-CA1, SBS-
621 surfl BP-CA6 Min. 0.5-inch Trisotech G, Trisotech CGF, LRFIA or Min. 0.5-inch Structodek HD with LRFIA or BP-AA, CA1 or SBS-CA1 or CA1, BP-AA, 165.0
: i‘ézk Trisotech, Elevate ISOGARD CG LRFIA(BG) | Primed Red Coating LRFIA(BG) | SBS-AA one or more BP-AA, | SBS-AA or :
SBS-AA or APP-TA APP-TA
Existin Min. 0.25-inch SECUROCK Gypsum- (Optional) One BP- BP-CA1, SBS-
622 suri BP-CA6 Min. 0.5-inch Trisotech G, Trisotech CGF, LRFIA or Fiber Roof Board or min. 0.5-inch LRFIA or BP-AA, CA1 or SBS-CA1 or CA1, BP-AA, -180.0
’ i?c)k Trisotech, Elevate ISOGARD CG LRFIA(BG) SECUROCK Cement Roof Board or min. LRFIA(BG) SBS-AA one or more BP-AA, | SBS-AA or :
7/16-inch DEXcell Cement Roof Board SBS-AA or APP-TA APP-TA
Existing ) ) . . . . . (Optional) One or
Min. 0.5-inch Trisotech G, Trisotech CGF LRFIA or Min. 0.5-inch Structodek HD with LRFIA or
-23. BP-CA . ! ! . . BS-AA SBS-AA, SBS- BS-TA -165.
G-23 izium CA® Trisotech, Elevate ISOGARD CG LRFIA(BG) Primed Red Coating LRFIA(BG) 58S _r:Aore SBS 650
Existing Min. 0.25-inch SECUROCK Gypsum- (Optional) One or
Min. 0.5-inch Trisotech G, Trisotech CGF LRFIA or Fiber Roof Board or min. 0.5-inch LRFIA or
-24. BP- . ! ! . BS- SBS-AA, SBS- BS- -180.
G-24 g‘é‘c’i“m P-CAG Trisotech, Elevate ISOGARD CG LRFIA(BG) | SECUROCK Cement Roof Board or min. | LRFIA(BG) | oo A ;"Aore SBS-TA 800
7/16-inch DEXcell Cement Roof Board
SEBS-APPLIED BASE PLY:
Existing ) ) : . . . . .
Min. 0.5-inch Trisotech G, Trisotech CGF, LRFIA or Min. 0.5-inch Structodek HD with LRFIA or BP-SEBS, (Optional) BP-SEBS,
_25. BP- ! ! : BS-SEB -165.
G-25 g‘é‘c’i“m P-CA® Trisotech, Elevate ISOGARD CG LRFIA(BG) | Primed Red Coating LRFIA(BG) | SBS-SEBS | SBS-SEBS SBS-SEBS 650
Min. 0.25-inch DensDeck Prime or
Existi E -Fi B
626 X's:L”nf BpCAG Min. 0.5-inch Trisotech G, Trisotech CGF, | LRFIA or (S) r%“;ﬁiﬁ Sg gj‘:g CFK'bCe(:nfzgi Rgz;d LRFIA or BP-SEBS, | (Optional) BP-SEBS, | (oo oo 180
L Trisotech, Elevate ISOGARD CG LRFIA(BG) ' . . LRFIA(BG) | SBS-SEBS | SBS-SEBS :
deck Board or min. 7/16-inch DEXcell

TORCH-APPLIED BASE PLY:
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TABLE 6B: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SysTEm TYPE A-1A: BONDED TEMPORARY ROOF, BONDED INSULATION, BONDED ROOF COVER

NEmO | etc.e

Deck Vapor Base Insulation Top Insulation Roof Cover (Note 15)
System (Note 1 Barrier Feah v MDP
No. Note 1, ac acl Sf)*
Note 12) (Note 15) Type (Notes 6,7,8) Type (Notes 6,7,8) Base Ply Ply Cap Ply {psf)
627 EX'S:'u”ng] BpCAG Min. 0.5-inch Trisotech G, Trisotech CGF, | LRFIA or Min. 0.25-inch SECUROCK Gypsum- LRFIA or APP-TA, | (Optional) APP-TA, | APP-TA,SBS- | .
: i‘;zk Trisotech, Elevate ISOGARD CG LRFIA(BG) | Fiber Roof Board LRFIA(BG) | SBS-TA SBS-TA TA |
o8 EX'S:L"nf Bp-CAG Min. 0.5-inch Trisotech G, Trisotech CGF, | LRFIA or g"o';‘r:;ﬁ?: iiigﬁ:;'(;&::;t Roof || RFiA or APP-TA, (Optional) APP-TA, | APP-TA, SBS- | o
| &P Trisotech, Elevate ISOGARD CG LRFIA(BG) : LRFIA(BG) | SBS-TA SBS-TA TA :
deck Cement Roof Board

TABLE 6¢c: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Primer or Base Insulation Top Insulation Roof Cover (Note 15)
Syste Deck Fast Vapor Attach p— MDP
asten A ac| ac|
mNo. | (Notel) Type Attach Barrier Type Type Base Ply Cap Ply (psf)
(Note 11) (Note 15) (Notes 6,7,8) (Notes 6,7,8)
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
BURmastic Glass Min. 1.5-inch Trisotech G, Min. 0.25-inch
Ply, BURmastic . ) Trisotech CGF, EnergyGuard s )
. 9-inch o.c. at 4-inch . . - DensDeck Prime or
Existin Glass Ply — 28 Ib, Tremco Twin Loc- ap and 18-inch o.c Polyiso Insulation, Trisotech, SECUROCK Gypsum- (Optional)
629 Suri BURmastic Nail Assembled atptwo (2), equally | TREMprime | H-Shield, Elevate ISOGARD LRFIA or Hiber Root Bg:rd | weAor BP-CA1 or BPF—)CAl o | Becator |
: syp Composite Ply HT, | Fastener (MCRF > » equally WB primer | GL, Multi-Max FA3, Elevate LRFIA(BG) ; ’ LRFIA(BG) SBS-CA1 SBS-CA1 :
deck R spaced, staggered Min. 0.5-inch SBS-CA1
BURmastic 90 Ibf) ISOGARD CG, UltraMax or .
R center rows Structodek HD with
Composite Ply Styrofoam Brand Roofmate, Primed Red Coatin
Premium Highload 60 or Plazamate g
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
BURmastic Glass Min. 1.5-inch Trisotech G, Min. 0.25-inch
Ply, BURmastic i 9-inch o.c. at 4-inch Trisotech CGF, EnergyGuard DensDeck Prime or (Optional) | pp 2q
Existin Glass Ply— 28 b, Tremco Twin Loc- ap and 18-inch o.c Polyiso Insulation, Trisotech, SECUROCK Gypsum- BP-CA1, BP-CAG
630 Suri BURmastic Nail Assembled atptwo (2), equally | TREMprime | H-Shield, Elevate ISOGARD LRFIA or Ciber Roc B;’:’rd | LRFIAOr BP-CA6or | BP-CAG, hs.aL 450
L Composite Ply HT, | Fastener (MCRF > ) €QUaTY 1 \WB primer | GL, Multi-Max FA3, Elevate LRFIA(BG) 0 ) LRFIA(BG) SBS-CA6 | SBS-CAL :
deck R spaced, staggered Min. 0.5-inch or SBS-
BURmastic 90 Ibf) ISOGARD CG, UltraMax or . or SBS-
R center rows Structodek HD with CA6
Composite Ply Styrofoam Brand Roofmate, Primed Red Coatin CA6
Premium Highload 60 or Plazamate J
BURmastic Tremeo Twin-Loc 6-inch o.c. at 4-inch Min. 0.5-inch
Existing Composite Ply HT, . laps and 12-inch (Optional) Min. 1.5-inch LRFIA or s . LRFIA or (Optional)
R Nail Assembled . . DensDeck Prime or BP-CA6 or BP-CA6 or
G-31. gypsum BURmastic o.c. at four (4), None Trisotech G, Trisotech CGF or LRFIA(BG), 6- LRFIA(BG), 6- BP-CA6 or -75.0
deck Composite Pl TR equally spaced Trisotech inch o.c SECUROCK Gypsum- inch o.c SBS-CAG SBS-CA6 SBS-CAG
p_ / 67 Ibf) quatly,sp o Fiber Roof Board -
Premium center rows
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
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TABLE 6¢: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

NEmO | etc.e

Anchor Sheet Primer or Base Insulation Top Insulation Roof Cover (Note 15)
Syste Deck Fon Vapor o . MDP
asten A ac| ac|
m No. Note 1 Type Attach Barrier Type Type Base Ply Ply Cap Ply (psf)
Note 11 (Note 15) Notes 6,7,8 Notes 6,7,8
BURmastic Glass Min. 1.5-inch Trisotech G, Min. 0.25-inch
Ply, BURmastic . . Trisotech CGF, EnergyGuard o .
. 9-inch o.c. at 4-inch . . X DensDeck Prime or
Existin Glass Ply — 28 b, Tremco Twin Loc- ap and 18-inch o.c Polyiso Insulation, Trisotech, SECUROCK Gypsum- (Optional)
o Surﬁ BURmastic Nail Assembled atptwo (2), equally | TREMprime | H-Shield, Elevate ISOGARD LRFIA or o Bgaprd | weAor BP-CAS or BPF—’CAS o | Becasor |
S I Composite Ply HT, | Fastener (MCRF > ) €AUATY | \WB primer | GL, Multi-Max FA3, Elevate LRFIA(BG) X 1 LRFIA(BG) SBS-CAS SBS-CAS :
deck R spaced, staggered Min. 0.5-inch SBS-CA5
BURmastic 90 Ibf) ISOGARD CG, UltraMax or .
R center rows Structodek HD with
Composite Ply Styrofoam Brand Roofmate, Primed.Red Coatin
Premium Highload 60 or Plazamate g
Tisotoch CaF, EnegyGuar Min. 0.25-inck
BURmastic Tremeo Twin Loc- 9-inch o.c. at 4-inch Polyiso Insula'éion T?'?/sotech DensDeck Prime or
.33 EX'S:L"ng] gﬁ’;&gi’tﬁi PIYHT, | \ail Assembled ﬁ"t:v';d(zlf':zhaﬁ'c' BP-CASor | H-Shield, Elevate ISOGARD LRFIA or iﬁf;:iggf'(sg;’;“’s; LRFIA or BP-CAS or é?fé';’;i'g BP-CASOr |
L ! Fastener (MCRF > ) €AUAY 1 sps.cas GL, Multi-Max FA3, Elevate LRFIA(BG) ° ) LRFIA(BG) SBS-CAS SBS-CAS :
deck Composite Ply spaced, staggered Min. 0.5-inch SBS-CA5
R 90 Ibf) ISOGARD CG, UltraMax or .
Premium center rows Structodek HD with
Styrofoam Brand Roofmate, Primed Red Coatin
Highload 60 or Plazamate g
BURmastic . 6-inch o.c. at 4-inch . .
Existing Composite Ply HT, Trgmco Twin-Loc laps and 12-inch (Optional) (Optional) Min. 1.5-inch LRFIA or Min. O.S—md'! LRFIA or (Optional)
R Nail Assembled . . DensDeck Prime or BP-CAS5 or BP-CAS or
G-34. gypsum BURmastic o.c. at four (4), BP-CAS or Trisotech G, Trisotech CGF or LRFIA(BG), 6- LRFIA(BG), 6- BP-CAS or -75.0
R Fastener (MCRF > . X SECUROCK Gypsum- . SBS-CAS SBS-CAS
deck Composite Ply equally spaced SBS-CAS Trisotech inch o.c. . inch o.c. SBS-CA5
; 67 Ibf) Fiber Roof Board
Premium center rows
HOT-ASPHALT-APPLIED BASE PLY:
BURmastic Glass Min. 1.5-inch Trisotech G, Min. 0.25-inch
Ply, BURmastic ‘ 9-inch o.c. at 4-inch Tr|59tech CGF,‘EnergyGuard DensDeck Prime or (Optional) BP-CAL,
Existin Glass Ply — 28 Ib, Tremco Twin Loc- ap and 18-inch o.c Polyiso Insulation, Trisotech, SECUROCK Gypsum- BP-CA1, BP-AA
.35 Sungq BURmastic Nail Assembled atptwo (2), equally | TREMprime | H-shield, Elevate ISOGARD LRFIA or fiber Roo Bg;d | RRIAOr BP-AA, BP-AA, chs.CA1 as.0r
- | 8P Composite Ply HT, | Fastener (MCRF > ) €AUAY | \WB primer | GL, Multi-Max FA3, Elevate LRFIA(BG) X ) LRFIA(BG) SBS-AA SBS-CAL, ' :
deck R spaced, staggered Min. 0.5-inch SBS-AA or
BURmastic 90 Ibf) ISOGARD CG, UltraMax or . SBS-AA or
R center rows Structodek HD with APP-TA
Composite Ply Styrofoam Brand Roofmate, Primed Red Coatin APP-TA
Premium Highload 60 or Plazamate g
BURmastic 6-inch o.c. at 4-inch
in-Le in. 0.5-i BP-CA1
Existing Composite Ply HT, Trgmco Twin-Loc laps and 12-inch (Optional) Min. 1.5-inch LRFIA or Min. 0.5 mCh. LRFIA or (Optional) P-CAL
R Nail Assembled . . DensDeck Prime or BP-AA, BP-AA,
G-36. gypsum BURmastic o.c. at four (4), None Trisotech G, Trisotech CGF or LRFIA(BG), 6- LRFIA(BG), 6- BP-AA or -75.0
deck Composite Pl Fastener (MCRF > equally spaced Trisotech inch o.c SECUROCK Gypsum- inch o.c SBS-AA SBS-AA SBS-CAL
p_ v 67 Ibf) quatly sp o Fiber Roof Board - or SBS-AA
Premium center rows

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ
Tremco Modified Bitumen Roof Systems; (800) 562-2728
TOP OF APPENDIX

PEER-TRM-006.B.R19 for FL20325-R21 (HVHZ)
Revision 19: 12/12/2025
Appendix 1, Page 124 of 135




TABLE 6¢: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

NEmO | etc.e

Anchor Sheet Primer or Base Insulation Top Insulation Roof Cover (Note 15)
Syste Deck Fast Vapor el P MDP
asten A ac| ac|
mNo. | (Notel) Type Attach Barrier Type Type Base Pl Pl Cap PI (psf)
w (Note 11) e (Notes 6,7,8) o (Notes 6,7,8) v Y DU
(Note 15)
Min. 0.125-inch
TremBoard AC or
BURmastic Glass min. 0.25-inch
Ply, BURmastic . . . DensDeck, DensDeck
. . 9-inch o.c. at 4-inch (Optional) .
Existing Glass Ply' 281b, Twin Loc-Nail lap and 18-inch o.c. BP-AA, SBS- | Min. 1.5-inch Trisotech G, Prime\gRcell FA (Optional)
BURmastic Assembled . Glass Mat Roof BP-AA, BP-AA or
G-37. gypsum R at two (2), equally AA or SBS- Trisotech, Elevate ISOGARD Hot asphalt Hot asphalt BP-AA or -45.0*
Composite Ply HT Fastener (MCRF > . Board or SECUROCK SBS-AA SBS-AA
deck . spaced, staggered TA GL or Multi-Max FA3 R SBS-AA
or BURmastic 90 Ibf) center rows (smooth) Gypsum-Fiber Roof
Composite Ply Board or min. 0.5-
Premium inch Structodek HD
with Primed Red
Coating
Min. 0.125-inch
TremBoard AC or
BURmastic 6-inch o.c. at 4-inch (Optional) min. 0.25-inch
Existing Composite Ply HT Tremco Twin Loc- laps and 12-inch BP-AA, SBS- | Min. 1.5-inch Trisotech G, DensDeck, DensDeck BP-AA (Optional) BP-AA or
G-38. gypsum or BURmastic Nails (MCRF > 67 o.c. at four (4), AA or SBS- Trisotech, Elevate ISOGARD Hot asphalt Prime, DEXcell FA Hot asphalt SBS—AA BP-AA or SBS-AA -75.0
deck Composite Ply Ibf) equally spaced TA GL or Multi-Max FA3 Glass Mat Roof SBS-AA
Premium center rows (smooth) Board or SECUROCK
Gypsum-Fiber Roof
Board
Min. 0.125-inch
TremBoard AC or
BURmastic Trufast Versa 6-inch o.c. at 4-inch | (Optional) min. 0.25-inch
Existing Composite Ply HT Fastener & Pllate; 2 laps and 12-inch BP-AA, SBS- | Min. 1.5-inch Trisotech G, DensDeck, DensDeck BP-AA (Optional) BP-AA or
G-39. gypsum or BURmastic screws per pna.te o.c. at four (4), AA or SBS- Trisotech, Elevate ISOGARD Hot asphalt Prime, DEXcell FA Hot asphalt ’ BP-AA or -75.0
X installed 180° into i SBS-AA SBS-AA
deck Composite Ply the holes of the plate | €dually spaced TA GL or Multi-Max FA3 Glass Mat Roof SBS-AA
Premium (MCRF > 67 Ibf) center rows (smooth) Board or SECUROCK
Gypsum-Fiber Roof
Board
BURmastic Glass Min. 1.5-inch Trisotech G, . .
. . Min. 0.25-inch
Ply, BURmastic . . Trisotech CGF, EnergyGuard . .
. 9-inch o.c. at 4-inch A . . DensDeck Prime or (Optional)
Existin Glass Ply— 28 Ib, Tremco Twin Loc- ap and 18-inch o.c Polyiso Insulation, Trisotech, SECUROCK Gyosum- One or
6.40 e | BURmastic Nail Assembled | 2P °™ (2), equally | TREMprime | H-Shield, Elevate ISOGARD | LRFIA or Ciber Rocf Bary o | LRFIA o bsan | moesas. | sesTa 450"
: gyp Composite Ply HT, | Fastener (MCRF > .Y WB primer GL, Multi-Max FA3, Elevate LRFIA(BG) X . LRFIA(BG) ’
deck R spaced, staggered Min. 0.5-inch AA, SBS-
BURmastic 90 Ibf) ISOGARD CG, UltraMax or .
R center rows Structodek HD with TA
Composite Ply Styrofoam Brand Roofmate, primed Red Coati
Premium Highload 60 or Plazamate rimedRed Loating
BURmastic . 6-inch o.c. at 4-inch . X (Optional)
Lo . 0.5-
Existing Composite Ply HT, L;eir]/\c;;v:g:edoc laps and 12-inch (Optional) Min. 1.5-inch LRFIA or gﬂé:sgjdl(n::me or LRFIA or One or
G-41. gypsum BURmastic o.c. at four (4), None Trisotech G, Trisotech CGF or LRFIA(BG), 6- LRFIA(BG), 6- SBS-AA more SBS- | SBS-TA -75.0
R Fastener (MCRF > . . SECUROCK Gypsum- .
deck Composite Ply equally spaced Trisotech inch o.c. . inch o.c. AA, SBS-
R 67 Ibf) Fiber Roof Board
Premium center rows TA
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TABLE 6¢: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

NEmO | etc.e

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Primer or Base Insulation Top Insulation Roof Cover (Note 15)
Syste Deck Fon Vapor o . MDP
asten A ac| ac|
mNo. | (Notel) Type Attach Barrier Type Type Base Ply Ply Cap Ply (psf)
(Note 11) (Note 15) (Notes 6,7,8) (Notes 6,7,8)
Min. 0.125-inch
TremBoard AC or
BURmastic Glass min. 0.25-inch
PIy, BURmastic ) ) 9-inch o.c. at 4-inch | (Optional) DejnsDeck, Den-R (Optional)
- Glass Ply — 28 b, Twin Loc-Nail . . . . Prime, DEXcell FA
Existing BURmastic Assembled lap and 18-inch o.c. BP-AA, SBS- Min. 1.5-inch Trisotech G, Glass Mat Roof One or
G-42. gypsum R at two (2), equally AA or SBS- Trisotech, Elevate ISOGARD Hot asphalt Hot asphalt SBS-AA more SBS- | SBS-TA -45.0*
Composite Ply HT Fastener (MCRF > i Board or SECUROCK
deck . spaced, staggered TA GL or Multi-Max FA3 ; AA, SBS-
or BURmastic 90 Ibf) center rows (smooth) Gypsum-Fiber Roof TA
Composite Ply Board or min. 0.5-
Premium inch Structodek HD
with Primed Red
Coating
Min. 0.125-inch
TremBoard AC or
BURmastic 6-inch o.c. at 4-inch (Optional) min. 0.25-inch (Optional)
Existing Composite Ply HT Tremco Twin Loc- laps and 12-inch BP-AA, SBS- | Min. 1.5-inch Trisotech G, DensDeck, DensDeck One or
G-43. gypsum or BURmastic Nails (MCRF > 67 o.c. at four (4), AA or SBS- Trisotech, Elevate ISOGARD Hot asphalt Prime, DEXcell FA Hot asphalt SBS-AA more SBS- | SBS-TA -75.0
deck Composite Ply Ibf) equally spaced TA GL or Multi-Max FA3 Glass Mat Roof AA, SBS-
Premium center rows (smooth) Board or SECUROCK TA
Gypsum-Fiber Roof
Board
Min. 0.125-inch
TremBoard AC or
BURmastic Trufast Versa 6-inch o.c. at 4-inch | (Optional) min. 0.25-inch (Optional)
Existing | Composite Ply HT | Fastener& Pl'a‘e" 2 laps and 12-inch BP-AA, SBS- | Min. 1.5-inch Trisotech G, DensDeck, DensDeck One or
G-44. gypsum or BURmastic is;::ﬁzgi;gnait:w o.c. at four (4), AA or SBS- Trisotech, Elevate ISOGARD Hot asphalt Prime, DEXcell FA Hot asphalt SBS-AA more SBS- SBS-TA -75.0
deck Composite Ply the holes of the plate | €dually spaced TA GL or Multi-Max FA3 Glass Mat Roof AA, SBS-
Premium (MCRF > 67 Ibf) center rows (smooth) Board or SECUROCK TA
Gypsum-Fiber Roof
Board
SEBS-APPLIED BASE PLY:
BURmastic Glass Min. 1.5-inch Trisotech G, . .
Ply, BURmastic . . Trisotech CGF, EnergyGuard Min. O.25—|nc‘h
. 9-inch o.c. at 4-inch . . . DensDeck Prime or
Existin Glass Ply — 28 b, Tremco Twin Loc- 2o and 18<inch o.c Polyiso Insulation, Trisotech, SECUROCK Gpsum- (Optional)
645 sung1 BURmastic Nail Assembled atptwo 2), e uaII. ! TREMprime H-Shield, Elevate ISOGARD LRFIA or Fiber Roof Bg;rd or LRFIA or BP-SEBS, BPF—)SEBS SBS-SEBS A5.0%
N L Composite Ply HT, | Fastener (MCRF > ) €QUAY | \WB primer | GL, Multi-Max FA3, Elevate LRFIA(BG) X ) LRFIA(BG) SBS-SEBS ’ :
deck R spaced, staggered Min. 0.5-inch SBS-SEBS
BURmastic 90 Ibf) ISOGARD CG, UltraMax or .
R center rows Structodek HD with
Composite Ply Styrofoam Brand Roofmate, primed Red Coatin
Premium Highload 60 or Plazamate J
BURmastic . 6-inch o.c. at 4-inch . .
Existing Composite Ply HT, ‘I’\"::'n/-\c;;rnv;/;)r:;léoc laps and 12-inch (Optional) Min. 1.5-inch LRFIA or g/l;:.sgjc_lin;:me or LRFIA or BP-SEBS (Optional)
G-46. gypsum BURmastic o.c. at four (4), None Trisotech G, Trisotech CGF or LRFIA(BG), 6- LRFIA(BG), 6- ! BP-SEBS, SBS-SEBS -75.0
deck Composite Pl Fastener {RICRF > equally spaced Trisotech inch o.c SECUROCK Gypsum- inch o.c SBS-SEBS SBS-SEBS
P v 67 Ibf) uatly sp - Fiber Roof Board o
Premium center rows
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TABLE 6¢: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

NEmO | etc.e

Anchor Sheet Primer or Base Insulation Top Insulation Roof Cover (Note 15)
Syt ( Deck] Fasten Vapor Attach Attach MDP
m No. aar Type (Note 11) Attach (:2::;:] Type (Notes 6,7,8) Type (Notes 6,7,8) Base Ply Ply Cap Ply {psf)
Min. 0.125-inch
TremBoard AC or
BURmastic Glass min. 0.25-inch
Ply, BURmastic A A 9-inch o.c. at 4-inch (Optional) DejnsDeck, DensDeck
Existing Glass Ply'— 281b, Twin Loc-Nail lap and 18-inch o.c. BP-AA, SBS- Min. 1.5-inch Trisotech G, Prime, DEXcell FA (Optional)
BURmastic Assembled . Glass Mat Roof BP-SEBS,
G-47. gypsum R at two (2), equally AA or SBS- Trisotech, Elevate ISOGARD Hot asphalt Hot asphalt BP-SEBS, SBS-SEBS -45.0*
deck Composite P-Iy HT Fastener (MCRF > spaced, staggered TA 6L or Multi-Max FA3 Board or SFCUROCK SBS-SEBS SBS-SEBS
or BURmastic 90 Ibf) center rows (smooth) Gypsum-Fiber Roof
Composite Ply Board or min. 0.5-
Premium inch Structodek HD
with Primed Red
Coating
Min. 0.125-inch
TremBoard AC or
BURmastic 6-inch o.c. at 4-inch (Optional) min. 0.25-inch
Existing Composite Ply HT Tremco Twin Loc- laps and 12-inch BP-AA, SBS- | Min. 1.5-inch Trisotech G, DensDeck, DensDeck BP-SEBS (Optional)
G-48. gypsum or BURmastic Nails (MCRF > 67 o.c. at four (4), AA or SBS- Trisotech, Elevate ISOGARD Hot asphalt Prime, DEXcell FA Hot asphalt SBS—SEBIS BP-SEBS, SBS-SEBS -75.0
deck Composite Ply Ibf) equally spaced TA GL or Multi-Max FA3 Glass Mat Roof SBS-SEBS
Premium center rows (smooth) Board or SECUROCK
Gypsum-Fiber Roof
Board
Min. 0.125-inch
TremBoard AC or
BURmastic Trufast Versa 6-inch o.c. at 4-inch | (Optional) min. 0.25-inch
Existing Composite Ply HT Fastener & Plate; 2 laps and 12-inch BP-AA, SBS- | Min. 1.5-inch Trisotech G, DensDeck, DensDeck BP-SER (Optional)
G-49. gypsum or BURmastic is;::ﬁzgi;g[ait:w o.c. at four (4), AA or SBS- Trisotech, Elevate ISOGARD Hot asphalt Prime, DEXcell FA Hot asphalt SB:SEE?IS BP-SEBS, SBS-SEBS -75.0
deck Composite Ply the holes of the plate | €dually spaced TA GL or Multi-Max FA3 Glass Mat Roof SBS-SEBS
Premium (MCRF > 67 Ibf) center rows (smooth) Board or SECUROCK
Gypsum-Fiber Roof
Board
TORCH-APPLIED BASE PLY:
BURmastic Glass Min. 1.5-inch Trisotech G,
Ply, BURmastic . . Trisotech CGF, EnergyGuard
Existing Glass Ply — 28 Ib, Tremco Twin Loc- g;)n::doi%_?gilgi Polyiso Insulation, Trisotech, Min. 0.25-inch (Optional)
6-50. aypsum BURmas-tic Nail Assembled at two (2), equally TREMprime H»Shield( Elevate ISOGARD LRFIA or DensDeck Prime or LRFIA or APP-TA, APP-TA, APP-TA, _45.0%
deck Composite Ply HT, Fastener (MCRF > spaced, staggered WB primer GL, Multi-Max FA3, Elevate LRFIA(BG) SECUROCK Gypsum- LRFIA(BG) SBS-TA SBS-TA SBS-TA
BURmastic 90 Ibf) ’ ISOGARD CG, UltraMax or Fiber Roof Board
Composite Ply centeguows Styrofoam Brand Roofmate,
Premium Highload 60 or Plazamate
BURmastic Tremeo Twin-Loc 6-inch o.c. at 4-inch Min. 0.5-inch
Existing Composite Ply HT, . laps and 12-inch (Optional) (Optional) Min. 1.5-inch LRFIA or . ) LRFIA or (Optional)
G-51. | gypsum | BURmastic Nail Asscgggled o.c. at four (4), BP-CASor | Trisotech G, Trisotech CGF or | LRFIA(BG), 6 | CensPeck Prime or LRFIA(BG), 6- | APPTA APP-TA, APP-TA, 75.0
deck Composite Ply Fastener (RICRF > equally spaced SBS-CAS Trisotech inch o.c. SECUROCK Gypsum- inch o.c. SBS-TA SBS-TA SBSTA
R 67 Ibf) Fiber Roof Board
Premium center rows
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TABLE 6¢: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Primer or Base Insulation Top Insulation Roof Cover (Note 15)
Syste Deck Fon Vapor o . MDP
asten A ac| ac|
mNo. | (Notel) Type Attach Barrier Type Type Base Pl Pl Cap Pl (psf)
yp (Note 11) P (Notes 6,7,8) yp (Notes 6,7,8) Y v PEY
(Note 15)
BURmastic Glass
glélsglérnla;;ITb Twin Loc-Nail d-inch o.c. at 4-inch (Optional) 'I;/le"r:;gfcil:l'cirne
Existing y' ’ lap and 18-inch o.c. BP-AA, SBS- Min. 1.5-inch Trisotech G, ’ (Optional)
BURmastic Assembled . DEXcell FA Glass Mat APP-TA, APP-TA,
G-52. gypsum . at two (2), equally AA or SBS- Trisotech, Elevate ISOGARD Hot asphalt Hot asphalt APP-TA, -45.0*
deck Composite Ply HT Fastener (MCRF > spaced, staggered TA 6L or Multi-Max FA3 Roof Board or SBS-TA SBS-TA SBS-TA
or BURmastic 90 Ibf) cZnter ’ owfg (smooth] SECUROCK Gypsum-
Composite Ply Fiber Roof Board
Premium
BURmastic 6-inch o.c. at 4-inch (Optional) gﬂé:;gis;:gr:e
Existing Composite Ply HT Tremco Twin Loc- laps and 12-inch BP-AA, SBS- Min. 1.5-inch Trisotech G, DEXcell FA GlasslMat APP-TA (Optional) APP-TA
G-53. gypsum or BURmastic Nails (MCRF > 67 o.c. at four (4), AA or SBS- Trisotech, Elevate ISOGARD Hot asphalt Roof Board or Hot asphalt SBS—TAI APP-TA, SBS—TA, -75.0
deck Composite Ply Ibf) equally spaced TA GL or Multi-Max FA3 SBS-TA
Premium center rows (smooth) SECUROCK Gypsum-
Fiber Roof Board
BURmastic Trufast Versa 6-inch o.c. at 4-inch | (Optional) gﬂé:;g.::l::r?r:e
Existing Composite Ply HT | Fastener &Plate; 2 laps and 12-inch BP-AA, SBS- | Min. 1.5-inch Trisotech G, ’ (Optional)
. screws per plate . DEXcell FA Glass Mat APP-TA, APP-TA,
G-54. gypsum or BURmastic installed 180° into o.c. at four (4), AA or SBS- Trisotech, Elevate ISOGARD Hot asphalt Roof Board or Hot asphalt SBS-TA APP-TA, SBS-TA -75.0
deck Composite Ply the holes of the plate | qually spaced TA GL or Multi-Max FA3 SBS-TA
Premium P center rows (smooth) SECUROCK Gypsum-
(MCRF > 67 Ibf) Fiber Roof Board
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TABLE 6D: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) Type | Fastener (Note 11) | Spacing Base Ply | Cap Ply (psf)

BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLy:
BURmastic Glass Ply, BURmastic Glass Ply — 28

G-55. Existing Ib, BURmastic Composite Ply HT, BURmastic Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 18-inch o.c. at two (2), | One or two BP- BP-CA1 or SBS-CA1 -45.0%
gypsum deck . . Fastener (MCRF > 90 Ibf) equally spaced, staggered center rows CA1 or SBS-CA1
Composite Ply Premium
BURMASIC ADHESIVE MC APPLIED BASE PLY:
G-56. Existing E)UEE;::S:??ESO:\;’CEE::}?S:‘[;: ??,ls-;sn:’elzit?czg Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 18-inch o.c. at two (2), | One or two BP- BP-CA1, BP-CAb, _45.0*
gypsum deck ! . . ! Fastener (MCRF > 90 Ibf) equally spaced, staggered center rows CAG6 or SBS-CA6 SBS-CA1 or SBS-CA6
Composite Ply Premium
G-57 Existing BURmastic Glass Ply, BURmastic Glass Ply —28 | Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2), One or two BP- BP-CA1, BP-CASG, -60.0
! gypsum deck Ib Fastener (MCRF > 80 Ibf) equally spaced, staggered center rows CAG6 or SBS-CA6 SBS-CA1 or SBS-CA6 :
658 Existing BURmastic Composite Ply HT, BURmastic Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2), One or two BP- BP-CA6 or SBS-CAG 75.0
: gypsum deck Composite Ply Premium Fastener (MCRF > 100 lbf) equally spaced, staggered center rows CAG6 or SBS-CA6 :
Existing BURmastic Composite Ply HT, BURmastic Trufast Versa Fastener (min. 2.25") & 9-inch o.c. at 4-inch laps and 9-inch o.c. at two (2), One or more BP- BP-CAG or SBS-CAG 105.0
G-59. gypsum deck Composite Ply Premium Plate; 3 screws per plate* equally spaced, staggered center rows CAG6 or SBS-CA6 !

Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
BURmastic Glass Ply, BURmastic Glass Ply — 28

G-60. Existing Ib, BURmastic Composite Ply HT, BURmastic Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 18-inch o.c. at two (2), | One or two BP- BP-CAS or SBS-CAS _45.0*
gypsum deck . . Fastener (MCRF > 90 Ibf) equally spaced, staggered center rows CAS or SBS-CAS
Composite Ply Premium
661, Existing BURmastic Glass Ply, BURmastic Glass Ply —28 | Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2), One or two BP- BP-CAS or SBS-CAS -60.0
gypsum deck Ib Fastener (MCRF > 80 Ibf) equally spaced, staggered center rows CAS or SBS-CAS
Existing BURmastic Composite Ply HT, BURmastic Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2), One or two BP-
G-62. R . BP-CAS5 or SBS-CAS -75.0
gypsum deck Composite Ply Premium Fastener (MCRF > 100 lbf) equally spaced, staggered center rows CAS or SBS-CAS
Existing BURmastic Composite Ply HT, BURmastic Trufast Versa Fastener (min. 2.25”) & 9-inch o.c. at 4-inch laps and 9-inch o.c. at two (2), One or more BP- BP-CAS or SBS-CAS 105.0
G-63. gypsum deck Composite Ply Premium Plate; 3 screws per plate* equally spaced, staggered center rows CAS or SBS-CAS !

Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
HOT-ASPHALT-APPLIED BASE PLY:

BURmastic Glass Ply, BURmastic Glass Ply — 28 BP-CA1, SBS-CA1,

G-64. EXIS:Lnri deck Ib, BURmastic Composite Ply HT, BURmastic :::;IC:;,Tmr:;;?i'\;)lllgfs)sembled z_lzgn o:'a?:fej_?tcah Iae’?':;geﬁ_elrizv\c:j attwo 2), BP-AA, SBS-AA BP-AA, SBS-AA or -45.0*
Eyp Composite Ply Premium qually sp » S1agg APP-TA
- . . . . . . . BP-CA1, SBS-CA1,
Existing BURmastic Glass Ply, BURmastic Glass Ply —28 | Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2),
G-65. BP-AA, SBS-AA BP-AA, SBS-AA or -60.0
gypsum deck b Fastener (MCRF > 80 Ibf) equally spaced, staggered center rows APP-TA
Existing BURmastic Composite Ply HT, BURmastic Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2), BP-CAL, SBS-CAL
G-66. B K BP-AA, SBS-AA BP-AA, SBS-AA or -75.0
gypsum deck Composite Ply Premium Fastener (MCRF > 100 lbf) equally spaced, staggered center rows APP-TA
Existing BURmastic Composite Ply HT, BURmastic Trufast Versa Fastener (min. 2.25”) & 9-inch o.c. at 4-inch laps and 9-inch o.c. at two (2),
G-67. gypsum deck Composite Ply Premium Plate; 3 screws per plate* equally spaced, staggered center rows BP-AA or SBS-AA BP-AA Or SBS-AA 105.0
Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
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TABLE 6D: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) Type Fastener (Note 11) Spacing Base Ply Cap Ply sf
L. BURmastic Glass Ply, BURmastic Glass Ply — 28 . . . . .
G-68. Existing Ib, BURmastic Composite Ply HT, BURmastic Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 18-inch o.c. at two (2), SBS-AA SBS-TA 45.0*
gypsum deck . . Fastener (MCRF > 90 Ibf) equally spaced, staggered center rows
Composite Ply Premium
G-69. Existing BURmastic Glass Ply, BURmastic Glass Ply —28 | Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2), SBS-AA SBS-TA -60.0
gypsum deck Ib Fastener (MCRF > 80 Ibf) equally spaced, staggered center rows
G-70. Existing BURmas‘tlc Comp05|Fe Ply HT, BURmastic Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2), SBS-AA SBS-TA 75.0
gypsum deck Composite Ply Premium Fastener (MCRF > 100 Ibf) equally spaced, staggered center rows
Existing BURmastic Composite Ply HT, BURmastic Trufast Versa Fastener (min. 2.25") & 9-inch o.c. at 4-inch laps and 9-inch o.c. at two (2), SBS-AA SBS-TA 105.0
G-71. gypsum deck Composite Ply Premium Plate; 3 screws per plate* equally spaced, staggered center rows !
Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
SEBS-APPLIED BASE PLY:
. BURmastic Glass Ply, BURmastic Glass Ply — 28 . . . . .
E T Twin Loc-Nail A | -inch o.c. at 4-inch | 18-inch o.c. 2
G-72. xisting Ib, BURmastic Composite Ply HT, BURmastic remco Twin Loc-Nail AssemEled 9inch o.c.atd-inch lap and 18-inch o.c. at two (2), | o, crps ps cps | sBs-SERS -45.0*
gypsum deck . . Fastener (MCRF > 90 Ibf) equally spaced, staggered center rows
Composite Ply Premium
673, Existing BURmastic Glass Ply, BURmastic Glass Ply —28 | Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2), BP-SEBS, SBS-SEBS | SBS-SEBS -60.0
gypsum deck Ib Fastener (MCRF > 80 Ibf) equally spaced, staggered center rows
G-74. Existing BURmas.tlc ComposnFe Ply HT, BURmastic Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2), BP-SEBS, SBS-SEBS | SBS-SEBS 750
gypsum deck Composite Ply Premium Fastener (MCRF > 100 Ibf) equally spaced, staggered center rows
Existing BURmastic Composite Ply HT, BURmastic Trufast Versa Fastener (min. 2.25”) & 9-inch o.c. at 4-inch laps and 9-inch o.c. at two (2),
BP-SEBS, SBS-SEB BS-SEB. -105.
G-75. gypsum deck Composite Ply Premium Plate; 3 screws per plate* equally spaced, staggered center rows SEBS, SBS-SEBS | SBS-SEBS 05.0
Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
TORCH-APPLIED BASE PLy:
. BURmastic Glass Ply, BURmastic Glass Ply — 28 . p . . .
G-76. Existing Ib, BURmastic Composite Ply HT, BURmastic Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 18-inch o.c. at two (2), APP-TA, SBS-TA APP-TA, SBS-TA _45.0*
gypsum deck . . Fastener (MCRF > 90 Ibf) equally spaced, staggered center rows
Composite Ply Premium
G-77. Existing BURmastic Glass Ply, BURmastic Glass Ply —28 | Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2), APP-TA, SBS-TA APP-TA, SBS-TA -60.0
gypsum deck Ib Fastener (MCRF > 80 Ibf) equally spaced, staggered center rows
Existing BURmastic Composite Ply HT, BURmastic Tremco Twin Loc-Nail Assembled 9-inch o.c. at 4-inch lap and 9-inch o.c. at two (2),
-78. -TA, SBS- -TA, SBS- -75.
G-78 gypsum deck Composite Ply Premium Fastener (MCRF > 100 lbf) equally spaced, staggered center rows APP-TA, SBS-TA APP-TA, SBS-TA 750
Existing BURmastic Composite Ply HT, BURmastic Trufast Versa Fastener (min. 2.25”) & 9-inch o.c. at 4-inch laps and 9-inch o.c. at two (2), SBS-TA SBS-TA 105.0
G-79. gypsum deck Composite Ply Premium Plate; 3 screws per plate* equally spaced, staggered center rows !
Note: | *Field withdrawal resistance testing (Note 11) shall yield minimum 140 Ibf.
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the

NEmO | etc.e

substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Substrate u Attach P y e MDP
No. Note 1, Note 12 ac ac (psf)*~
(Note 1, Note 12) Type N Type S Base Ply Ply Cap Ply
BURMASTIC ADHESIVE OR POWERPLY STANDARD COLD ADHESIVE APPLIED BASE PLY:
Existing smooth-surface or . . .
granule-surface BUR, 585 (Optional) Min. 0 inch ypeumeFibe Roof Board ot min, 08inch (Optional) One or
modified bitumen or gravel- Trisotech G, Trisotech LRFIA or P T LRFIA or BP-CAl or P BP-CAl or
R-1. K SECUROCK Cement Roof Board or Structodek HD more BP-CA1 or -60.0
surfaced BUR, brushed/spudded CGF, Trisotech, Elevate LRFIA(BG) ) - ; . - LRFIA(BG) SBS-CAl SBS-CA1
and vacuumed to remove loose with Primed Red Coating or min. 7/16-inch DEXcell SBS-CA1
ISOGARD CG Cement Roof Board
gravel
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Optional) Min. 0.5-inch i -
Gravel-surfaced BUR, ( .p ) . Min. 0.25-inch DensDeck Prime or SECUROCK (Optional) One BP BP-CA1, BP-
Trisotech G, Trisotech . . . LRFIA or BP-CA6 or CA1 or SBS-CA1 or
R-2. brushed/spudded and vacuumed K LRFIA Gypsum-Fiber Roof Board or Min. 0.5-inch CA6, SBS-CA1 -142.5
CGF, Trisotech, Elevate ) ) } LRFIA(BG) SBS-CA6 one or more BP-CA6
to remove loose gravel Structodek HD with Primed Red Coating or SBS-CA6
ISOGARD CG or SBS-CA6
(Optional) Min. 0.5-inch (Optional) One BP-
o g:j;’:;;;‘;fﬁ;ezi:d vacoumeq | Trisotech G, Trisotech LRFIA(BG) | Min- 0.5:nch Structodek HD with Primed Red LRFIA or BP-CA6or | CAL or SBS-CAL or Ef\fg's?& N
’ P CGF, Trisotech, Elevate Coating LRFIA(BG) SBS-CA6 one or more BP-CA6 ’ :
to remove loose gravel or SBS-CA6
ISOGARD CG or SBS-CA6
. (Optional) Min. 0.5-inch (Optional) One BP-
fs g o o o Trisotech G, Trisotech LRFIAor | Min. 0.5-inch Structodek HD with Primed Red LRFIA or BP-CAGor | CAlorses-CAlor | DO BE
’ granuie-sur CGF, Trisotech, Elevate LRFIA(BG) Coating LRFIA(BG) SBS-CA6 one or more BP-CA6 ! ’
modified bitumen or SBS-CA6
ISOGARD CG or SBS-CA6
Gravel-surfaced BUR (Optional) Min. 0.5-inch (Optional) One or
vel-su . . I
! Trisotech G, Trisotech Min. 0.25-inch DensDeck Prime or SECUROCK LRFIA or BP-CA6 or BP-CA6 or
R-5. brushed/spudded and vacuumed CGF, Trisotech, Elevate LRFIA(BG) Gypsum-Fiber Roof Board LRFIA(BG) SBS-CAG more BP-CA6 or SBS- SBS-CAG -187.5
to remove loose gravel CA6
ISOGARD CG
Existi thesurf (Optional) Min. 0.5-inch (Optional) O
xisting smooth-surface or N . ptional) One or
Trisotech G, Trisotech LRFIA or . . . LRFIA or BP-CA6 or BP-CA6 or
R-6. grany!e—surface BUR or SBS CGF, Trisotech, Elevate LRFIA(BG) Min. 0.25-inch DensDeck Prime LRFIA(BG) SBS-CAG more BP-CA6 or SBS- SBS-CAG -262.5
modified bitumen CA6
ISOGARD CG
Existi th-surf (Optional) Min. 0.5-inch (Optional) O
. il surtace BUR or off8 Trisotech G, Trisotech LRFIA or Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRFIA or BP-cAGor | P Cias. | BP-CAGOr 2850
’ granu’ . CGF, Trisotech, Elevate LRFIA(BG) Board LRFIA(BG) SBS-CA6 SBS-CA6 :
modified bitumen CA6
ISOGARD CG

POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

NEmO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Substrate u Attach P y e MDP
No. Note 1, Note 12 ac ac (psf)*A
(Note 1, Note 12) Type N—— Type R ——— Base Ply Ply Cap Ply
Gravel-surfaced BUR, (Optional) Min. 0.5-inch Min. 0.25-inch Dens Deck Prime, DEXcell FA (Optional) One or
Rig brushed/spudded and Trisotech G, Trisotech LREIA Glass Mat Roof Board or SECUROCK Gypsum- LRFIA or BP-CA5, mcF:re BP-CAS or BP-CAS5 or 1425
: vacuumed to remove loose CGF, Trisotech, Elevate Fiber Roof Board or Min. 0.5-inch Structodek LRFIA(BG) SBS-CA5 SBS-CAS SBS-CA5S !
gravel ISOGARD CG HD with Primed Red Coating
Gravel-surfaced BUR,
brushed/spudded and vacuumed | (Optional) Min. 0.5-inch (Optional) One or
R9 to remove loose gravel or Trisotech G, Trisotech LRFIA(BG) Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRFIA or BP-CAS5, more BP-CAS or BP-CA5S or 1575
: smooth-surface or granule- CGF, Trisotech, Elevate Board LRFIA(BG) SBS-CA5 SBS-CAS SBS-CA5 ’
surface BUR or SBS modified ISOGARD CG )
bitumen
Gravel-surfaced BUR, (Optional) Min. 0.5-inch . . .
. brushed/spudded and Trisotech G, Trisotech LRFIA(BG) 2/:';ig.Z(ESl?i:\ti?gtxrziltloiﬁesﬁgsv’x;: E:)i:ezoa rd LRFIA or BP-CAS5, ﬁ?g:;ogs_léggz:)r BP-CA5 or 165.0
’ vacuumed to remove loose CGF, Trisotech, Elevate Red Co.atin LRFIA(BG) SBS-CA5 SBS-CAS SBS-CA5 ’
gravel ISOGARD CG &
- (Optional) Min. 0.5-inch . . .
RiL | pamieariaceBURorsps | Trsotech & Tisotech | Leriaer | (DA BCEE BB NS IOO nraor | mecas, | DRI scasor | oo
’ iqodiﬁed bitumen CGF, Trisotech, Elevate LRFIA(BG) Red Co-atin LRFIA(BG) SBS-CA5 SBS-CAS SBS-CA5 ’
ISOGARD CG >
(Optional) Min. 0.5-inch .
Gravel-surfaced BUR . . (Optional) One or
’ Trisotech G, Trisotech LRFIA or BP-CA5 BP-CAS or
-12. h ! in. 0.25-inch DensDeck Pri ! - - .
R brushed/spudded and vacuumed CGF, Trisotech, Elevate LRFIA(BG) Min. 0.25-inch DensDeck Prime LRFIA(BG) SBS-CAS more BP-CAS or SBS-CAS 187.5
to remove loose gravel SBS-CA5
ISOGARD CG
L (Optional) Min. 0.5-inch .
Existing smooth-surface or . . (Optional) One or
Trisotech G, Trisotech LRFIA or LRFIA or BP-CA5 BP-CAS or
R-13. le-surf BUR or SBS ! Min. 0.25-inch DensDeck Pri ! BP- -262.
granu'e-surtace SR or CGF, Trisotech, Elevate LRFIA(BG) n. 8.2>-inch Densbeck Prime LRFIA(BG) sBs-cAs | more BP-CASor SBS-CAS 625
modified bitumen SBS-CAS5
ISOGARD CG
HOT-ASPHALT-APPLIED BASE PLY:
(Optional) Min. 0.5-inch Min. 0.25-inch DensDeck Prime, SECUROCK X
Gravel-surfaced BUR, P S Gypsum-Fiber Roof Board or min. 0.5-inch (Optional) One BP- BP-CAL, SBS-
Trisotech G, Trisotech LRFIA or BP-AA, CA1 or SBS-CA1 or CA1, BP-AA,
R-14. brushed/spudded and vacuumed X LRFIA SECUROCK Cement Roof Board or Structodek -142.5
to remove loose gravel Qi Trisotechigggvate HD with Primed Red Coating or min. 7/16-inch LRFIA(BG) SBS-AA one or more BP-AA, SBS-AA or
ISOGARD CG ’ SBS-AA or APP-TA APP-TA
DEXcell Cement Roof Board
(Optional) Min. 0.5-inch (Optional) One BP- BP-CA1, SBS-
Gravel-surfaced BUR, . . . . . .
R-15 brushed/spudded and vacuumed Trisotech G, Trisotech LRFIA(BG) Min. 0.5-inch Structodek HD with Primed Red LRFIA or BP-AA, CA1 or SBS-CA1 or CA1, BP-AA, 165.0
’ to remove loose gravel CGF, Trisotech, Elevate Coating LRFIA(BG) SBS-AA one or more BP-AA, SBS-AA or ’
& ISOGARD CG SBS-AA or APP-TA APP-TA
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the

NEmO | etc.e

substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Substrate u Attach P y e MDP
No. Note 1, Note 12 ac ac (psf)*~
(Note 1, Note 12) Type N Type S Base Ply Ply Cap Ply
Existing smooth-surface or (Optional) Min. 0.5-inch (Optional) One BP- BP-CA1, SBS-
Rlle ranulg-surface BUR or SBS Trisotech G, Trisotech LRFIA or Min. 0.5-inch Structodek HD with Primed Red LRFIA or BP-AA, CA1 or SBS-CAl or CAl, BP-AA, 165.0
’ rgnodiﬁed bitumen CGF, Trisotech, Elevate LRFIA(BG) Coating LRFIA(BG) SBS-AA one or more BP-AA, SBS-AA or :
ISOGARD CG SBS-AA or APP-TA APP-TA
Gravel-surfaced BUR (Optional) Min. 0.5-inch Min. 0.25-inch DensDeck Prime, SECUROCK (Optional) One BP- BP-CAL, SBS-
f1y b:j;’:eds‘;’; icde ed and vacuumed | Trisotech G, Trisotech LRFIA(BG) | GYPsum-Fiber Roof Board or min. 0.5-inch LRFIA or BP-AA, CA1 or SBS-CAL or CAL, BP-AA, 1800
’ to removeploose ravel CGF, Trisotech, Elevate SECUROCK Cement Roof Board or min. 7/16- LRFIA(BG) SBS-AA one or more BP-AA, SBS-AA or :
& ISOGARD CG inch DEXcell Cement Roof Board SBS-AA or APP-TA APP-TA
Existi thesurf (Optional) Min. 0.5-inch Min. 0.25-inch DensDeck Prime, SECUROCK (Optional) One BP- BP-CA1, SBS-
f1s e UR o oo Trisotech G, Trisotech LRFIA or Gypsum-Fiber Roof Board or min. 0.5-inch LRFIA or BP-AA, CAlorSBS-CALor | CALBP-AA, | .00
’ fnodified bitumen CGF, Trisotech, Elevate LRFIA(BG) SECUROCK Cement Roof Board or min. 7/16- LRFIA(BG) SBS-AA one or more BP-AA, SBS-AA or ’
ISOGARD CG inch DEXcell Cement Roof Board SBS-AA or APP-TA APP-TA
Min. 0.25-inch DensDeck Prime, SECUROCK
(Optional) Min. 0.5-inch 4 .|nc N 5% ”me. . .
Gravel-surfaced BUR, Trisotech G. Trisotech Gypsum-Fiber Roof Board or min. 0.5-inch LRFIA or (Optional) One or
R-19. brushed/spudded and vacuumed o LRFIA SECUROCK Cement Roof Board or Structodek SBS-AA more SBS-AA, SBS- SBS-TA -142.5
CGF, Trisotech, Elevate . . . . R LRFIA(BG)
to remove loose gravel ISOGARD CG HD with Primed Red Coating or min. 7/16-inch TA
DEXcell Cement Roof Board
(Optional) Min. 0.5-inch .
Gravel-surfaced BUR, h : ) ) ) ) (Optional) One or
R-20. brushed/spudded and vacuumed Trlsote?h G, Trisotech LRFIA(BG) Mm.‘0.5-mch Structodek HD with Primed Red LRFIA or SBS-AA more SBS-AA, SBS- SBS-TA 165.0
CGF, Trisotech, Elevate Coating LRFIA(BG)
to remove loose gravel TA
ISOGARD CG
L (Optional) Min. 0.5-inch .
Existing smooth-surface or N . . X . . (Optional) One or
o granule-surface BUR or SBS Trlsote?h G, Trisotech LRFIA or Mm..O.S-mch Structodek HD with Primed Red LRFIA or SBS-AA more SBS-AA, SBS- SBS-TA 165.0
e CGF, Trisotech, Elevate LRFIA(BG) Coating LRFIA(BG)
modified bitumen TA
ISOGARD CG
(Optional) Min. 0.5-inch Min. 0.25-inch DensDeck Prime, SECUROCK .
Gravel-surfaced BUR, Trisotech G, Trisotech Gypsum-Fiber Roof Board or min. 0.5-inch LRFIA or (Optional) One or
R-22. brushed/spudded and vacuumed CGF, Trisotech, Elevate LRFIA(BG) SECUROCK Cement Roof Board or min. 7/16- LRFIA(BG) SBS-AA more SBS-AA, SBS- SBS-TA -180.0
to remove loose gravel X TA
ISOGARD CG inch DEXcell Cement Roof Board
Existi th-surf (Optional) Min. 0.5-inch Min. 0.25-inch DensDeck Prime, SECUROCK (Optional) One or
xisting smooth-surface or . . ) : )
Trisotech G, Trisotech LRFIA or Gypsum-Fiber Roof Board or min. 0.5-inch LRFIA or
R-23. grany!e—surface BUR or SBS CGF, Trisotech, Elevate LRFIA(BG) SECUROCK Cement Roof Board or min. 7/16- LRFIA(BG) SBS-AA more SBS-AA, SBS- SBS-TA -180.0
modified bitumen X TA
ISOGARD CG inch DEXcell Cement Roof Board

SEBS-APPLIED BASE PLY:
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

NEmO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Substrate u Attach P y e MDP
No. Note 1, Note 12 ac ac (psf)*~
( , ) Type N—— Type R ——— Base Ply Ply Cap Ply
Min. 0.25-inch DensDeck Pri ECUROCK
Gravel-surfaced BUR (Optional) Min. 0.5-inch G;gsgmiil;;r R::fsB:acrd c:'mr:i: (():l;—icrth
R-24. brushed/spudded and vacuumed Tr|sote?h G, Trisotech LRFIA SECUROCK Cement Roof Board or Structodek SRA or BP-SEBS, (Optional) BP-SEBS, SBS-SEBS -142.5
CGF, Trisotech, Elevate . ) . . ; LRFIA(BG) SBS-SEBS SBS-SEBS
to remove loose gravel ISOGARD CG HD with Primed Red Coating or min. 7/16-inch
DEXcell Cement Roof Board
Gravel-surfaced BUR (Optional) Min. 0.5-inch
ravel-surface h . .
’ Trisotech G, Trisotech Min. 0.5-inch Structodek HD with Primed Red LRFIA or BP-SEBS, (Optional) BP-SEBS,
R-25. brushed dded and d - -165.0
rushed/spudded and vacuumed | . op e Flevate | SRTABS) | coating LRFIA(BG) SBS-SEBS | SBS-SEBS SBS-SEBS
to remove loose gravel
ISOGARD CG
Existi thsurf (Optional) Min. 0.5-inch
- ’r‘:nmgzz‘r‘;;’ceéﬂ';{a;fs‘;s Trisotech G, Trisotech LRFIA or Min. 0.5-inch Structodek HD with Primed Red LRFIA or BP-SEBS, | (Optional) BP-SEBS, | (oo oo 1650
’ granu’ B CGF, Trisotech, Elevate LRFIA(BG) Coating LRFIA(BG) SBS-SEBS SBS-SEBS ’
modified bitumen
ISOGARD CG
(Optional) Min. 0.5-inch Min. 0.25-inch DensDeck Prime or SECUROCK
Gravel-surfaced BUR, Trisotech G, Trisotech Gypsum-Fiber Roof Board or 0.5-inch SECUROCK | LRFIA or BP-SEBS, | (Optional) BP-SEBS
R-27. brushed/spudded and vacuumed CGF, Trisotech, Elevate LRFIA(BG) Cement Roof Board or min. 7/16-inch DEXcell LRFIA(BG) SBS-SEBS SBS-SEBS SBS-SEBS -187.5
to remove loose gravel
ISOGARD CG Cement Roof Board
Existing smooth-surface or (Optional) Min. 0.5-inch
XISl -SuU . . .
Trisotech G, Trisotech LRFIA or . . . LRFIA or BP-SEBS, (Optional) BP-SEBS,

R-28. le-surf BUR or SBS Min. 0.25-inch DensDeck P! BS-SEB -262.
granu'e-suriace BUR or CGF, Trisotech, Elevate | LRFIA(BG) ooty LRFIA(BG) SBS-SEBS | SBS-SEBS SBS-SEBS 625
modified bitumen

ISOGARD CG
Existi th f (Optional) Min. 0.5-inch Min. 0.25-inch SECUROCK G Fiber Roof
xisting smooth-surtace or Trisotech G, Trisotech LRFIA or NS ypsum-Fiber Roo LRFIA or BP-SEBS, (Optional) BP-SEBS,
R-29. granule-surface BUR or SBS CGF. Trisotech. Elevat LRFIA(BG Board or 0.5-inch SECUROCK Cement Roof Board LRFIA(BG SBS-SEBS SBS-SERS SBS-SEBS -285.0
modified bitumen I SegE EVate (BG) or min. 7/16-inch DEXcell Cement Roof Board (BG) B a
ISOGARD CG
TORCH-APPLIED BASE PLY:
(Optional) Min. 0.5-inch Min. 0.25-inch SECUROCK Gypsum-Fiber Roof
Gravel-surfaced BUR, . . . . .
R-30 brushed/spudded and vacuumed Trisotech G, Trisotech LRFIA Board or Min. 0.5-inch SECUROCK Cement Roof LRFIA or APP-TA, (Optional) APP-TA, APP-TA, SBS- 1425
' CGF, Trisotech, Elevate Board or min. 7/16-inch DEXcell Cement Roof LRFIA(BG) SBS-TA SBS-TA TA ’
to remove loose gravel
ISOGARD CG Board
G surfaced BUR (Optional) Min. 0.5-inch
ravel-surface h .
’ Trisotech G, Trisotech Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRFIA or APP-TA, (Optional) APP-TA, APP-TA, SBS-

R-31. brushed/spudded and vacuumed CGF, Trisotech, Elevate LRFIA(BG) Board LRFIA(BG) SBS-TA SBS-TA TA -180.0

to remove loose gravel
ISOGARD CG
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Substrate u Attach P y e MDP
No. Note 1, Note 12 ac ac (psf)*~
( , ) Type N—— Type R ——— Base Ply Ply Cap Ply
Exist] th-surf (Optional) Min. 0.5-inch
f32 )r‘;snms_z:‘r?:ce'gﬂ;a:fs‘;rs Trisotech G, Trisotech LRFIA or Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRFIA or APP-TA, (Optional) APP-TA, APPTA, SBS- | oo
: g - . CGF, Trisotech, Elevate LRFIA(BG) Board LRFIA(BG) SBS-TA SBS-TA TA .
modified bitumen ISOGARD CG
Gravel-surfaced BUR (Optional) Min. 0.5-inch
3 ’ Trisotech G, Trisotech Min. 0.5-inch SECUROCK Cement Roof Board or LRFIA or APP-TA, (Optional) APP-TA, APP-TA, SBS-
R-33. brushed/spudded and vacuumed | o0 il Elevate | WRFABG) | i 7/16-inch DEXcell Cement Roof Board LRFIA(BG) SBS-TA SBS-TA TA -187.5
to remove loose gravel ISOGARD CG
Existi th-surf (Optional) Min. 0.5-inch
f3a e UR o oo Trisotech G, Trisotech LRFIA or Min. 0.5-inch SECUROCK Cement Roof Board or LRFIA or APP-TA, | (Optional) APP-TA, | APP-TASBS- | .
’ granu’e-sur CGF, Trisotech, Elevate LRFIA(BG) min. 7/16-inch DEXcell Cement Roof Board LRFIA(BG) SBS-TA SBS-TA TA ’
modified bitumen ISOGARD CG
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