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Certificate of Authorization #32455
353 Christian Street, Unit #13
Oxford, CT 06478

® (203) 262-9245
ENGINEER TEST CoNSsuLT
P.E. EVALUATION REPORT (PEER)
Tremco CPG, Inc. PEER-TRM-007.A.R6
3735 Green Road FL22216-R6 (NON-HVHZ)
Beachwood, OH 44122 Date of Issuance: 04/10/2017
(800) 562-2728 Revision 6: 12/14/2025

SCcOoPE:

This P.E. Evaluation Report (henceforth ‘PEER’) is issued under F.A.C. Rule 61G20-3 and the applicable rules and regulations governing the
use of construction materials in the State of Florida. The documentation submitted has been reviewed by Robert Nieminen, P.E. for
compliance with the 8th Edition (2023) Florida Building Code sections noted herein.

DEscrIPTION: TremPly® TPO Roof Systems (NON-HVHZ)

LABELING: Labeling shall be in accordance with the requirements of the Accredited Quality Assurance Agency noted herein.

CoNTINUED CoMPLIANCE: This PEER is valid until such time as the named product(s) changes, the referenced Quality Assurance or production
facility location(s) changes, or Code provisions that relate to the product(s) change. Acceptance of our PEERs by the named client constitutes
agreement to notify NEMO ETC, LLC of any changes to the product(s), the Quality Assurance or the production facility location(s). NEMO
ETC, LLC requires a complete review of its PEER relative to updated Code requirements with each Code Cycle.

ADVERTISEMENT: “NEMO P.E. Evaluated” may be displayed in advertising literature. If any portion of the PEER is displayed, then it shall be in
its entirety.

InsPecTION: Upon request, a copy of this entire PEER shall be provided to the user by the manufacturer or its distributors and shall be available
for inspection at the job site at the request of the Building Official.

This PEER consists of pages 1 through 4, plus a 135-page Appendix.
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CERTIFICATION OF INDEPENDENCE:

1. NEMO ETC, LLC does not have, nor does it intend to acquire or will it acquire, a financial interest in any company manufacturing or
distributing products it evaluates.

2. NEMO ETC, LLC is not owned, operated, or controlled by any company manufacturing or distributing products it evaluates.

3. Robert Nieminen, P.E. does not have nor will acquire, a financial interest in any company manufacturing or distributing products for
which the PEERs are being issued.

4. Robert Nieminen, P.E. does not have, nor will acquire, a financial interest in any other entity involved in the approval process of the
product.

5. This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer of Record for any
project on which this PEER, or previous versions thereof, is/was used for permitting or design guidance unless retained specifically for
that purpose.
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https://tremcoroofing.com/
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ROOFING SYSTEMS EVALUATION:

1. SCOPE:
Product Category: Roofing
Sub-Category: Single Ply Roof Systems

Product Approval Method: Method 1, Option D — Codified Material, Evaluation by Engineer

Compliance Statement: TremPly® TPO Roof Systems, as produced by Tremco CPG, Inc., have demonstrated
compliance with the following sections of the 8" Edition (2023) Florida Building Code through testing in accordance
with the following Standards. Compliance is subject to the Installation Requirements and Limitations of Use set
forth herein.

2. STANDARDS:

SECTION PROPERTY STANDARD

1504.3.1 Wind resistance FM 4474

1504.6 Physical properties ASTM G155

1504.7 Impact resistance FM 4470

1507.10.2 Material standard ASTM D2178, ASTM D4601

1507.11.2 Material standard ASTM D6162, ASTM D6163, ASTM D6164
1507.12.2 Material standard ASTM D6878

3. REFERENCES:

ENTITY EXAMINATION REFERENCE DATE
NEMO ETC PEER (assemblies) PEER-GAF-009.A&B 10/20/2025
NEMO ETC PEER (physicals) PEER-GAF-009.A&B 10/20/2025
NEMO ETC PEER (physicals) PEER-TRM-006.A&B 04/24/2025
NEMO CERT NER (assemblies) NER-TRM-001.R2 11/05/2024
ATI (TST1558) TAS 114 H-0730.01-109-44 08/16/2017
ERD (TST11294) FM 4474 13625.07.17-1 07/20/2017
ERD (TST11294) FM 4474 13625.17; TRM-S20 07/27/2017
ERD (TST6049) TAS 117 E08950.03.08-1 03/28/2008
ERD (TST6049) TAS 117 A35880.04.12-R1 10/26/2012
ERD (TST6049) FM 4474 S$C6775.12.14-1 12/31/2014
ERD (TST6049) FM 4474 SC6775.01.15 01/02/2015
ERD (TST6049) FM 4474 SC6775.11.15-09-1 11/12/2015
ERD (TST6049) FM 4474 S$C10010.02.16-R1 07/06/2016
ERD (TST6049) FM 4474 TRM-SC13940.09.17 09/20/2017
FM App (TST1867) FM 4470 3030926 08/07/2007
FM App (TST1867) FM 4474 3055227 05/21/2015
FM App (TST1867) FM 4474 3056207 02/09/2016
FM App (TST1867) FM 4474 3057607 11/22/2016
FM App (TST1867) FM 4474 RR208456 02/13/2017
NEMO (TST11294) FM 4474 2a-TRM-21-LSWUS-01.A 01/18/2022
NEMO (TST11294) FM 4474 2a-TRM-23-LSWUS-01.A 09/14/2023
NEMO (TST6049) FM 4474 TRM-SC13350.05.18-2 05/21/2018
NEMO (TST6049) FM 4474 TRM-SC13350.05.18-4 05/21/2018
NEMO (TST6049) FM 4470 4S-TRM-18-005 06/12/2018
NEMO (TST6049) Criticality 4i-TRM-19-SSCRT-06.A 05/27/2020
NEMO (TST6049) FM 4474 4i-TRM-21-SSCRT-02.A 11/11/2021
NEMO (TST6049) Criticality testing 4i-DAP-21-SSCRT-01.A.R1 03/03/2022
NEMO (TST6049) FM 4474 43-TRM-22-LSWUS-02.A 05/24/2022
NEMO (TST6049) FM 4474 43-TRM-LSWUS-002.A 09/05/2025
NEMO (TST6049) FM 4474 4a-TRM-LSWUS-003.A 11/21/2025
PRI (TST5878) Criticality 653-02-01 10/20/2016
PRI (TST5878) FM 4474 653-02-04 10/20/2016
NEMO Traceability PCL 03/31/2017
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ENTITY EXAMINATION REFERENCE DATE

NEMO Traceability PCL 02/28/2023

UL LLC (QUA9625) Traceability L14A, MLA 12/27/2022
Service Confirmation (IN, PA, TX,

UL LLC (QUA9625) Quality Assurance uT) 01/09/2025

UL LLC (QUA9625) Quality Assurance Florida BCIS current

4, PRODUCT DESCRIPTION:

This PEER covers TremPly® TPO Roof Systems installed in accordance with Tremco CPG, Inc. published installation
instructions and the Limitations of Use herein.

TABLE 1: EVALUATED IMEMBRANES
MATERIAL STANDARD
TYPE ProDUCT PLANT(S)
REFERENCE TYPE GRADE
TremPly® TPO 45, 60, 80-mil IN, PA, TX, UT
R 50, 60, 70, 80-mil IN, TX, UT
EZ?;&OVER Ok | TremPly” MaxTPO 50, 60, 70-mil ASTMD6878 | N/A | N/A PA
TremPly® TPO FB 45, 60, 80-mil IN, PA, UT
TremPly® Max TPO FB 50, 60, 70, 80-mil IN
THERMglass Type IV [\
THERMglass Premium VI KVPe VI N/A oK
BURmastic Glass Ply OH
BURmastic Glass Ply — 28 Ib OH
BURmastic Composite Ply HT ASTM D4601 1l N/A OH
BASE PLY OR BURmastic Composite Ply Premium OH
VAPOR BARRIER BURmastic Composite Ply HT Green OH
POWERply SBS Base HW ASTM D6162 1l S TX
POWERply Standard Smooth OH
POWERply Standard Smooth HW ASTM D163 ! S GA
POWERply Endure 100 Smooth ASTM D6163 1l S OH
POWERply Endure 200 Smooth ASTM D6164 [ S OH

5. LIMITATIONS:

5.1 This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer
of Record for any project on which this PEER, or previous versions thereof, is/was used for permitting or design
guidance. PEERs are not to be construed as representing any attributes not specifically listed, nor are PEERs to be
construed as an endorsement of the subject, or a recommendation for its use. There is no warranty by NEMO ETC,
LLC or Robert Nieminen, P.E., express or implied, as to any finding or other matter in this PEER, or as to any product
covered by the PEER.

5.2 This PEER is not for use in FBC High Velocity Hurricane Zone jurisdictions, as defined in FBC Chapter 2 (Broward
and Miami-Dade Counties).

5.3 This PEER pertains to above-deck roof components. Roof decks and structural members shall be in accordance
with requirements of the applicable Code to the satisfaction of the Authority Having Jurisdiction.

5.4 This PEER does not include evaluation of fire classification. Refer to FBC 1505 for requirements and limitations
regarding roof assembly fire classification. Refer to FBC 2603 for requirements and limitations concerning the use
of foam plastic insulation.

5.5 This PEER does not include evaluation of roof edge termination. Refer to FBC 1504.5 for requirements and
limitations regarding edge securement for low-slope roofs.
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5.6 Refer to FBC 1511 for requirements and limitations regarding recover installations.

5.6.1 For mechanically attached components over existing roof decks, fasteners shall be tested in the existing deck for
withdrawal resistance. A qualified design professional shall review the data for comparison to the minimum
requirements for the system. Testing shall be in accordance with ANSI/SPRI FX-1 or Testing Application Standard
TAS 105.

5.6.2 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the
existing deck or existing roof surface shall be examined for compatibility with the adhesive to be installed. If any
surface conditions exist that bring system performance into question, field uplift testing in accordance with
ANSI/SPRI IA-1, ASTM E907, FM Loss Prevention Data Sheet 1-52 or Testing Application Standard TAS 124 shall
be conducted on mock-ups of the proposed new roof assembly.

5.6.3 For bonded insulation or membrane over existing substrates in a recover installation, the existing roof system shall
be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having
Jurisdiction, as documented through field uplift testing in accordance with ASTM E907, FM Loss Prevention Data
Sheet 1-52 or Testing Application Standard TAS 124.

5.7 Refer to Appendix 1 for system attachment requirements for wind load resistance.

5.7.1 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads,
and reflects the ultimate passing pressure divided by 2 (the 2 to 1 margin of safety per FBC 1504.9 has already
been applied). Refer to FBC 1609 for determination of design wind loads.

5.7.2 For mechanically attached components or partially-bonded insulation, the maximum design pressure for the
selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in accordance with
FBC Chapter 16. Elevated pressure zones shall employ an attachment density designed by a qualified design
professional to resist the elevated pressure criteria. Commonly used methods are ANSI/SPRI WD1, FM Loss
Prevention Data Sheet 1-29, Roofing Application Standard RAS 117 or RAS 137. Assemblies marked with an
asterisk* carry the limitations set forth in Section 2.2.10.1 of FM Loss Prevention Data Sheet 1-29 for Zone 2/3
enhancements.

5.7.3 For assemblies with all components fully bonded in place, the maximum design pressure for the selected assembly
shall meet or exceed critical design pressure determined in accordance with FBC Chapter 16. No rational analysis
is permitted for these systems.

5.8 All components in the roof assembly shall have quality assurance audit in accordance with F.A.C. Rule 61G20-3.
Refer to the Product Approval of the component manufacturer for components listed in Appendix 1 that are
produced by a Product Manufacturer other than the report holder on Page 1 of this PEER.

6. INSTALLATION:

TremPly® TPO Roof Systems shall be installed in accordance with Tremco CPG, Inc. published installation
instructions, subject to the Limitations of Use noted herein.

7. BUILDING PERMIT REQUIREMENTS:
As required by the Building Official or Authority Having Jurisdiction to properly evaluate the installation of this
product.

. IMANUFACTURING PLANTS:

Contact the named QA entity for manufacturing facilities covered by F.A.C. Rule 61G20-3 QA requirements. Refer
to Section 4 herein for products and production locations having met codified material standards.

|

9. QUALITY ASSURANCE ENTITY:
UL (QUA9625): (360) 817-5512; bsai.inspections@ul.com

- THE 135-PAGES THAT FOLLOW FORM PART OF THIS PEER -
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APPENDIX 1: ATTACHMENT REQUIREMENTS FOR WIND UPLIFT RESISTANCE

TABLE DECK APPLICATION TYPE DESCRIPTION PAGE
1A Wood New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Single-Ply Roof Cover 10
18 Wood New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Bonded Multi-Ply Roof Cover 13
1c Wood New, Reroof (Tear-Off) or Recover B-1 Mech. Attached Base Insulation, Bonded Top Insulation, Bonded Single-Ply Roof Cover 17
1p Wood New, Reroof (Tear-Off) or Recover B-1 Mech. Attached Base Insulation, Bonded Top Insulation, Base and Cap Ply 19
1e Wood New, Reroof (Tear-Off) or Recover B-3 Mech. Attached Anchor Sheet, Bonded Insulation, Bonded Multi-Ply Roof Cover 22
1F Wood New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Single-Ply Roof Cover 26
16 Wood New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Multi-Ply Roof Cover 27
1H Wood1l New, Reroof (Tear-Off) or Recover C-2 Induction Welded Roof Cover 30
1 Wood New, Reroof (Tear-Off) or Recover D-1 Insulated, Mechanically Attached Roof Cover 31
] Wood New, Reroof (Tear-Off) or Recover E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Multi-Ply Roof Cover 32
2A Steel New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Single-Ply Roof Cover 33
28 Steel New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Multi-Ply Roof Cover 36
2C Steel or Structural concrete New, Reroof (Tear-Off) or Recover B-1 Mech. Attached Base Insulation, Bonded Top Insulation, Bonded Single-Ply Roof Cover 42
2D Steel or Structural concrete New, Reroof (Tear-Off) or Recover B-1 Mech. Attached Base Insulation, Bonded Top Insulation, Bonded Multi-Ply Roof Cover 49
2E Steel or Structural concrete New, Reroof (Tear-Off) or Recover B-2 Mech. Attached Thermal Barrier, Bonded Temp Roof, Bonded Insulation, Bonded Single-Ply Roof Cover 61
2F Steel or Structural concrete New, Reroof (Tear-Off) or Recover B-2 Mech. Attached Thermal Barrier, Bonded Temp Roof, Bonded Insulation, Bonded Multi-Ply Roof Cover 67
2G Steel or Structural concrete New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Single-Ply Roof Cover 73
2H Steel or Structural concrete New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Multi-Ply Roof Cover 83
21 Steel or Structural concrete New, Reroof (Tear-Off) or Recover C-2 Induction Welded Roof Cover 91
2 Steel or Structural concrete New, Reroof (Tear-Off) or Recover D-1 Insulated, Mechanically Attached Roof Cover 92
3A Structural concrete New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Single-Ply Roof Cover 93
38 Structural concrete New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Multi-Ply Roof Cover 97
3c Structural concrete New or Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 100
4A Deck with Lightweight concrete New or Reroof (Tear-Off) A-1 LWC to Deck, Bonded Insulation, Bonded Single-Ply Roof Cover 101
48 Deck with Lightweight concrete New or Reroof (Tear-Off) A-1 LWC to Deck, Bonded Insulation, Bonded Multi-Ply Roof Cover 104
4c Deck with Lightweight concrete New or Reroof (Tear Off) E-2 LWC to Deck, Mechanically Attached Base Sheet, Bonded Multi-Ply Roof Cover 107
4p Deck with Lightweight concrete New or Reroof (Tear Off) F LWC to Deck, Bonded Single-Ply Roof Cover 111
4E Deck with Lightweight concrete New or Reroof (Tear Off) F LWC to Deck, Bonded Multi-Ply Roof Cover 113
4F Deck with Lightweight concrete New or Reroof (Tear Off) F Temp Roof / Vapor Barrier to Deck, LWC, Bonded Roof Cover 113
5A Cementitious wood fiber New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Single-Ply Roof Cover 114
58 Cementitious wood fiber New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Multi-Ply Roof Cover 115
5¢ Cementitious wood fiber New, Reroof (Tear-Off) or Recover B-3 Mech. Attached Anchor Sheet, Bonded Insulation, Bonded Multi-Ply Roof Cover 116
5p Cementitious wood fiber New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Single-Ply Roof Cover 117
5E Cementitious wood fiber New or ReRoof (Tear-Off) F Non-Insulated, Bonded Single-Ply Roof Cover 117
6A Existing Gypsum Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Single-Ply Roof Cover 118
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APPENDIX 1: ATTACHMENT REQUIREMENTS FOR WIND UPLIFT RESISTANCE

TABLE DECK APPLICATION TYPE DESCRIPTION PAGE
68 Existing Gypsum Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Multi-Ply Roof Cover 120
6C Existing Gypsum Reroof (Tear-Off) B-3 Mech. Attached Anchor Sheet, Bonded Insulation, Bonded Multi-Ply Roof Cover 121
6D Existing Gypsum Reroof (Tear-Off) C-1 Mechanically Attached Insulation, Bonded Single-Ply Roof Cover 124
6E Existing Gypsum New or Reroof (Tear Off) E-2 Mechanically Attached Base Sheet, Bonded Multi-Ply Roof Cover 124
6F Existing Gypsum Reroof (Tear-Off) F Non-Insulated, Bonded Single-Ply Roof Cover 126
7A Various Recover A-1 Bonded Insulation, Bonded Single-Ply Roof Cover 127
78 Various Recover A-1 Bonded Insulation, Bonded Multi-Ply Roof Cover 131
7c Steel Recover C-2 Induction Welded Roof Cover 134
7D Steel Recover D-1 Insulated, Mechanically Attached Roof Cover 135
7E Various Recover F Non-Insulated, Bonded Single-Ply Roof Cover 135

The following notes apply to the systems outlined herein:

1

2

The roof system evaluation herein pertains to above-deck roof components. Roof decks and structural members shall be in accordance with FBC requirements to the satisfaction of the Authority Having Jurisdiction.

Unless otherwise noted, fasteners and stress plates shall be as follows. Recessed plates are not for use with cement-based or gypsum-based hardboard coverboards. Fasteners shall be of sufficient length for the
following engagements:

FASTENER/PLATE OPTIONS
DEcK TYPE By % R PARTS MINIMUM ENGAGEMENT
Tremco CPG N/A Tremco #12 DP or Tremco #14 HD with Tremco 3” Metal Insulation Plate or Tremco #1211 Fastener or Tremco #1410
Fastener with Tremco Disc 3 in. Steel Stress Plate or Tremco Disc Ribbed 3 in. Steel Stress Plate
ACE #12 or ACE #15 with ACE 3” BE Insulation Plate or ACE 3” WW Insulation Plate (with polyisocyanurate insulation, Minimum ¥%-inch plywood
Wood Ace Screws FL41667 TremBoard AC, DEXcell Cement Roof Board, DensDeck Prime, DEXcell FA Glass Mat Roof Board or SECUROCK Gypsum-Fiber penetration or wood plank
Roof Board) embedment
Altenloh, Brinck and Co. U.S., Inc. FL4500 Trufast #12 DP or Trufast #14 HD with Trufast 3” Metal Insulation Plate
OMG, Inc. FL699 OMG #12 Standard or OMG #14 Heavy Duty with OMG 3 in. Galvalume Steel Plate or 3 in. Ribbed Galvalume Plate
Tremco CPG N/A Tremco #12 DP or Tremco #14 HD with Tremco 3” Metal Insulation Plate or Tremco #1211 Fastener or Tremco #1410
Fastener with Tremco Disc 3 in. Steel Stress Plate or Tremco Disc Ribbed 3 in. Steel Stress Plate
- 3
ACE #12 or ACE #15 with ACE 3” BE Insulation Plate or ACE 3” WW Insulation Plate (with polyisocyanurate insulation, M|n|mun.1 % |ncdh steel
Steel Ace Screws FL41667 TremBoard AC, DEXcell Cement Roof Board, DensDeck Prime, DEXcell FA Glass Mat Roof Board or SECUROCK Gypsum-Fiber penetration and engage
Roof Board) the top flute of the steel
deck
Altenloh, Brinck and Co. U.S., Inc. FLA500 Trufast #12 DP or Trufast #14 HD with Trufast 3” Metal Insulation Plate
OMG, Inc. FL699 OMG #12 Standard or OMG #14 Heavy Duty with OMG 3 in. Galvalume Steel Plate or 3 in. Ribbed Galvalume Plate
Tremco #14 HD with Tremco 3” Metal Insulation Plate or Tremco #1410 Fastener with Tremco Disc 3 in. Steel Stress Plate Minimum 1-inch
Tremco CPG N/A N ;
or Tremco Disc Ribbed 3 in. Steel Stress Plate embedment. Fastener
Structural Ace Screws FLAGGT ACE #15 with ACE 3” BE Insulation Plate or ACE 3” WW Insulation Plate (with polyisocyanurate insulation, TremBoard AC, ?nstalled with a F?”Ot hole
Concrete DEXcell Cement Roof Board, DensDeck Prime, DEXcell FA Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof Board) in accordance with the
Altenloh, Brinck and Co. U.S., Inc. FL4500 Trufast #14 HD with Trufast 3” Metal Insulation Plate fastgner rr‘!anufactyrer s
published installation
OMG, Inc. FL699 OMG #14 Heavy Duty or CD-10 with OMG 3 in. Galvalume Steel Plate or 3 in. Ribbed Galvalume Plate

instructions
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3 Unless otherwise noted, insulation may be any one layer or combination of FBC Approved (Local or Statewide) board(s) that meet FBC 1505 and, for foam plastic, FBC Chapter 26, when installed with the roof cover.

4 Minimum 200 psi, minimum 2-inch thick FBC Approved lightweight insulating concrete may be substituted for rigid insulation board for System Types B-1, C-1, C-2, D-1 or D-2, whereby fasteners are installed through
the lightweight insulating concrete to engage the structural deck. The structural deck shall be of equal or greater type, thickness and strength to the steel and structural concrete deck listings. Roof decks and
structural members shall be in accordance with FBC requirements to the satisfaction of the Authority Having Jurisdiction. This is a wind uplift resistance allowance and does not purport to address non-wind-uplift-
related issues, such as deck venting or moisture levels within the LWIC and the potential effect on overlying components.

5  Preliminary insulation attachment: Unless otherwise noted, use FBC Approved roofing fasteners and plates and refer to Section 2.2.10.1.3 of FM Loss Prevention Data Sheet 1-29.

6  Unless otherwise noted, insulation adhesive application rates are as follows.

e Ribbon or bead width is at the time of application; the ribbons/beads shall expand as noted in the manufacturer’s published instructions.
o |f applying hot asphalt to concrete deck, deck shall be primed with ASTM D41 primer.
e When multiple layers(s) of insulation and/or coverboard are installed in ribbon-applied adhesive, board joints shall be staggered.

e The maximum edge distance from the adhesive ribbon to the edge of the insulation board shall be not less than one-half the specified ribbons spacing.

INSULATION ADHESIVE REFERENCES
By ADHESIVE REFERENCE MINIMUM RATE NoOTE
Tremco Low Rise Foam Insulation Adhesive LRFIA E;::::Zucs ribbons,
- - - - - Refer to Note 18 for allowable alternates
Tremco Low Rise Foam Insulation Adhesive Continuous ribbons,
(BG) LRFIA(BG) 12-inch o.c.
Tremco PSF Adhesive may be used as an alternate to LRFIA or LRFIA(BG) with the following substrates:
SUBSTRATE USE SUBSTRATE OPTIONS
Deck: | plywood, OSB, steel, structural concrete, Tectum and existing gypsum deck
Tremco CPG Vapor Barrier: | AVC Max, BURmastic Composite Ply HT, BURmastic Composite Ply Premium, POWERply
Standard Smooth, POWERply Endure 100 Smooth, POWERply Endure 200 Smooth or
Tremco PSF Adhesive PSEA Continuous ribbons, : PO.WERpIy Stand.ard Smooth HW
12-inch o.c. Insulation: | Trisotech G or Trisotech CGF
Trisotech (MDP not to exceed -270.0 psf)
Coverboard: | TremBoard AC, DEXcell Cement Roof Board, Structodek HD with Primed Red Coating,
DensDeck, DensDeck Prime, DEXcell FA Glass Mat Roor Board or SECUROCK Gypsum-Fiber
Roof Board
Recover substrate: | Existing smooth-surface or granule-surface BUR or SBS modified bitumen
fopnstruction APOC Polyset Commercial Roof Adhesive z;lxset E;_r::::zlf ribbons, Formerly Polyset CR-20
. Full coverage at 25-
Generic Hot asphalt 30 Ibs/squagre

7  Unless otherwise noted, all insulations are flat-stock or taper board of the minimum thickness noted. Tapered polyisocyanurate at the following thickness limitations may be substituted with the following Maximum
Design Pressure (MDP) limitations. In no case shall these values be used to ‘increase’ the MDP listings in the tables; rather if MDP listing below meets or exceeds that listed for a particular system in the tables,
then the thinner board listed below may be used as a drop-in for the equivalent thicker material listed in the table.

MDP LIMITATIONS FOR TAPERED POLYISOCYANURATE INSULATIONS
ADHESIVE INSULATION MIN. TAPERED THICKNESS (IN) MDP (psF)
LRFIA or LRFIA(BG) Any polyisocyanurate listed with adhesive herein 0.5 -157.5
Polyset CRA Any polyisocyanurate listed with adhesive herein 1.0 -117.5
Hot asphalt or THERMastic 80 Any polyisocyanurate listed with adhesive herein 0.5 -240.0
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8  For adhered roof insulation and board-size: Unless otherwise noted, refer to Section 2.2.10.6.2 of FM Loss Prevention Data Sheet 1-29.

9  For mechanically attached components or partially-bonded insulation, the maximum design pressure for the selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in
accordance with FBC Chapter 16. Elevated pressure zones shall employ an attachment density designed by a qualified design professional to resist the elevated pressure criteria. Commonly used methods are
ANSI/SPRI WD1, FM Loss Prevention Data Sheet 1-29, Roofing Application Standard RAS 117 or RAS 137. Assemblies marked with an asterisk* carry the limitations set forth in Section 2.2.10.1 of FM Loss Prevention
Data Sheet 1-29 for Zone 2/3 enhancements.

10 For assemblies with all components fully bonded, the maximum design pressure for the selected assembly shall meet or exceed critical design pressure determined in accordance with FBC Chapter 16. No rational
analysis is permitted for these systems.

11  For mechanically attached components over existing decks, fasteners shall be tested in the existing deck for withdrawal resistance. A qualified design professional shall review the data for comparison to the minimum
requirements for the system. Testing and analysis shall be in accordance with ANSI/SPRI FX-1 or Testing Application Standard TAS 105. For systems using Trufast Versa-Fast, the number of Versa-Fast Fasteners
installed through the Versa-Fast Plate may be increased from the minimum noted in order to yield minimum required withdrawal resistance.

12 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the existing deck or existing roof surface shall be examined for compatibility with the adhesive to be installed.
If any surface conditions exist that bring system performance into question, field uplift testing shall be conducted on mock-ups of the proposed new roof assembly. For bonded insulation or membrane over existing
substrates in a recover installation, the existing roof system shall be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having Jurisdiction, as documented through field
uplift testing. Field uplift testing shall be in accordance with ASTM E907, FM Loss Prevention Data Sheet 1-52 or Testing Application Standard TAS 124.

12A  Reference to “Existing gravel-surfaced asphaltic built-up roof, brushed / spudded and vacuumed to remove
loose gravel” in Table 7A is intended to convey an as-tested condition whereby any loose-gravel that does
not remain embedded in the asphalt flood coat after brushing and/or spudding be removed. The gravel
that remains embedded in the asphalt flood coat remains.

13 Refer to FBC 1511 for requirements and limitations regarding recover installations. For Structural Concrete Deck or Recover Applications using System Type C-1 the base insulation layer is optional and for System
Type C-2, D-1 or D-2, the insulation is optional. Alternatively, an FBC Approved insulation board or coverboard may be used as a separation layer. Board products shall be preliminarily attached prior to roof cover
installation (Note 5). The separator component shall be documented as meeting FBC 1505 and, for foam plastic, FBC Chapter 26, when installed with the roof cover in Recover applications.
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14  Lightweight insulating concrete (LWIC) shall be cast in accordance with FBC Section 1917 to the satisfaction of the Authority Having Jurisdiction. For systems where specific LWIC is referenced, refer to current LWIC
Product Approval for specific deck construction and limitations. Unless otherwise noted, for systems where specific LWIC is not referenced, the minimum design mix shall be 300 psi. In all cases, the minimum top-
coat thickness is 2-inches. For LWIC over structural concrete, reference is made to FBC Section 1917.4.1, Point 1.

14A  For “pre-existent” LWIC references, listings were established through testing over lightweight concrete cast using only foaming agent (ASTM C896), water and Portland cement (ASTM C150), with no proprietary
additives, in accordance with procedures adopted by Miami-Dade BCCO (FBC CER1592). Use of these listings in new construction or re-roof (tear-off) applications is at the discretion of the Designer or Record and
Authority Having Jurisdiction. As a field QA measure of “pre-existent” cellular lightweight concrete:
» Compressive strength testing shall be conducted in accordance with ASTM €513 and shall yield an avergage result as per the system listing.
» Field withdrawal resistance testing in accordance with Note 11 shall yield an average result as per the system listing.
» If question exists as to wind uplift performance of the pre-existent cellular lightweight concrete, or adhesion to the LWC surface, field uplift testing in accordance with Note 12 is recommended.
All testing shall be performed by an accredited testing agency acceptable to the Authority Having Jurisdiction

15 For bonded membrane applications, unless otherwise noted, refer to the following.

MEMBRANE / ADHESIVE COMBINATIONS

REFERENCE LAYER MEMBRANE ADHESIVE METHOD RATE
TPO-BA Roof Cover: | TremPly TPO TremEIy TPO Bonding C.ontact (both | 0.8t0 1.0 gal/sguar.e/surface. For use over SECUROCK Gypsum-Fiber Roof
Adhesive sides) Board, the application rate changes to 1.2 to 1.67 gal/sq./surface
. TremPly TPO Bonding Contact (both
TPO-BALV3 Roof Cover: | TremPly TPO Adhesive LV3 sides) 0.84 gal/square/surface
) TremPly TPO LV Bonding Contact (both
TPO-LVBA Roof Cover: | TremPly TPO Adhesive sides) 0.46 gal/square/surface
To polyisocyanurate or Structodek High Density Fiberboard Roof Insulation,
) TremPly WB Bonding Contact (both | at0.63 gal/square and roof cover underside at 0.21 gal/square. To DensDeck
TPO-WBBA Roof Cover: | TremPly TPO Adhesive sides) Prime or SECUROCK Gypsum-Fiber Roof Board at 0.63 to 0.75 gal/square and
roof cover underside at 0.21 to 0.25 gal/square
APOC Polyset Wet la
TPOFB-CRA Cap Ply: | TremPly TPO FB Commercical Roof v “Spatter pattern” at 3.75 Ibs/sq.
. (substrate)
Adhesive
) hot asphalt or Wet lay
TPOFB-HA Cap Ply: | TremPly TPO FB THERMastic 80 Adhesive | (substrate) 25 Ibs/square
) POWERply Endure BIO Wet lay
TPOFB-PEBATF Cap Ply: | TremPly TPO FB Adhesive TF (substrate) 2.0to 3.0 gal./sq.
TPOFB-PSFA Cap Ply: | TremPly TPO FB Tremco PSF Adhesive Wwet lay Spatter-application
pFly: ¥ (substrate) P PP
TPOFB-TLRA Cap Ply: | TremPly TPO FB Tremco LR Adhesive Ils\,/uett)slséte) 1-inch wide ribbons spaced as noted in tables herein.
. TremPly WB Bonding Wet lay
TPOFB-WBBA Cap Ply: | TremPly TPO FB Adhesive (substrate) 0.83 to 1.0 gal/square
BP-CAS Base Ply: Oneor t}/vo BURmas?uc Composite Ply HT, BURmastic
Composite Ply Premium
POWERply Endure BIO Wet lay
One or two POWERply Endure 100, 200, 300 and 320 R 2.0 gal./sq.
Adhesive TF (substrate)
SBS-CA5 Base Ply: | Smooth, POWERply Standard Smooth, POWERply Heavy Duty
Base Sheet
Base PI (0] two BURmastic C ite Ply HT, BURmasti . . Wet |
BP-CA6 e " i O .wo mas. c Lomposite Fly mastic BURmastic Adhesive MC etiay 2.0 gal./sq.
Ply: | Composite Ply Premium (substrate)
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REFERENCE LAYER MEMBRANE ADHESIVE METHOD RATE
Base Ply or One or two POWERply Endure 100, 200, 300 and 320
SBS-CA6 Ply: Smooth, POWERply Standard Smooth, POWERply Heavy Duty
" | Base Sheet
Base Ply or | One or two BURmastic Composite Ply HT, BURmastic
BP-AA Ply: | Composite Ply Premium
Ply: | One or more THERMglass Type IV, THERMglass Premium VI hot asphalt or Wet lay 25 Ibs/square
Base Ply or One or two POWERply Endure 100, 200, 300 and 320 THERMastic 80 Adhesive (substrate)
SBS-AA Ply: Smooth, POWERply Standard Smooth, POWERply Heavy Duty
Base Sheet
Base Ply or . .
SBS-TA Ply: One or two POWERply Standard Smooth HW Torch-applied Torch-applied | Full-bond

For single-ply membranes in System Type D-1 steel deck applications, the roof membrane shall be run with its length perpendicular to the steel deck flutes.

For System Type C-2 (induction weld), care shall be taken to ensure that the plates do not line-up with membrane seams. This condition may preclude proper induction welding of the membrane to the plates.

Thermal Barrier and/or Vapor Barrier Options:

Wood Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.

VAPOR BARRIER OPTIONS; WOOD DECK; FOLLOWED BY ADHESIVE-APPLIED INSULATION

VAPOR BARRIER
OPTION # PRIMER ARHESIVERERITAB T MDP (psF)
TyPE APPLICATION (NoTES 6,7,8)
W-VB-1. | Tremco AVC Membrane Primer or AVC Membrane Primer (WB) Tremco AVC Max Self-adhering LRFIA, LRFIA(BG) or PSFA, 12-inch o.c. -52.5
W-VB-2. | Tremco AVC Membrane Primer or AVC Membrane Primer (WB) Tremco AVC Max Self-adhering LRFIA, LRFIA(BG) or PSFA, 6-inch o.c. -75.0
Steel Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.
VAPOR BARRIER OPTIONS; STEEL DECK; FOLLOWED BY ADHESIVE-APPLIED INSULATION
VAPOR BARRIER ADHESIVE PER TABLE 2A
OPTION # PRIMER m— MDP (psF)
TyPE APPLICATION (NoOTEs 6,7,8)
S-VB-1. (Optional) Tremco AVC Membrane Primer or AVC Membrane Primer (WB) Tremco AVC Max Self-adhering LRFIA, LRFIA(BG) or PSFA, 6-inch o.c. -90.0
Structural Concrete Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.
VAPOR BARRIER OPTIONS; STRUCTURAL CONCRETE DECK; FOLLOWED BY ADHESIVE-APPLIED INSULATION
VAPOR BARRIER ADHESIVE PER TABLE 3A
OPTION # PRIMER e MDP (psF)
Type APPLICATION (Nores 6,7&8)
Tremco AVC Membrane Primer or .
C-VB-1. Tremco AVC Membrane Primer (WB) Tremco AVC Max Self-adhering LRFIA or LRFIA(BG) -150.0
C-VB-2. ASTM D41 THERMglas IV, THERMglas Premium VI hot asphalt hot asphalt -225.0
BURmastic Composite Ply HT, BURmastic Composite Ply . .
C-VB-3. None Premium, BURmastic Composite Ply HT Green BURmastic Adhesive MC at 2 gal/square LRFIA or LRFIA(BG) 250.0
BURmastic Composite Ply HT, BURmastic Composite Ply
C-VB-4. None Premium, BURmastic Composite Ply HT Green or POWERply Endure BIO Adhesive TF at 2 gal/square LRFIA or LRFIA(BG) -262.5
POWERply Heavy Duty Base Sheet
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VAPOR BARRIER OPTIONS; STRUCTURAL CONCRETE DECK; FOLLOWED BY ADHESIVE-APPLIED INSULATION
VAPOR BARRIER ADHESIVE PER TABLE 3A
OPTION # PRIMER MDP (psF)
TYPE APPLICATION (Notes 6,788)
POWERply Standard Smooth, POWERply Endure 100 .
C-VB-5. None Smooth, POWERply Endure 200 Smooth POWERply Endure BIO Adhesive TF at 2 gal/sq. LRFIA or LRFIA(BG) 292.5
C-VB-6. TREMprime WB Primer POWERply Standard Smooth HW Torch-applied LRFIA or LRFIA(BG) -345.0

16D  For System Types B-1, B-2, C-1, C-2, D-1 or Type D-2, an optional thermal barrier and/or Tremco AVC Max (self-adhering) may be installed atop the roof deck prior to installation of the insulation and roof cover.

Refer to FM Loss Prevention Data Sheet 1-29 for design and installation recommendations and limitations.

17  Unless otherwise noted, insulation or coverboard attachment patterns for Type B-1, Type B-2, Type C-1 and C-2 systems are as outlined below.

INSULATION ATTACHMENT PATTERNS — 4X4 FT BOARDS
=12-in.~——24-in.—— 6-in. - -~ 18-in. - 6-in. 6-in. - -~ 18-in. - 6-in. 6-in. - -~ 18-in. - 6-in.
12-in. ’ 6-in. 6-in.
| 18-in. 12-in.
) , 24-in !
24-in. 12:in.
18-in, L 1
| 6-in. 6-in.
12-in. 6-in. 1 |
{ T 6-in. -12-in.~ 6-in.
1 per 4.0 ft2 (4 per board) 1 per 3.2 ft2 (5 per board) 1 per 2.7 ft2 (6 per board) 1 per 2.0 ft2 (8 per board)
6-in.1-—-18-in.— &ing 6-in. - -~ 18-in. - 6-in. Bin. - -~ 18-in. - 6-in. 6-in. - ~12-in.- 6-in.
[} ] T T T ¥ [}
’ 12-in ! . |
18-in ! 12-in 12-in. 12-in.
{ 24-in. 12-in 1Zin. 12-in.
18-in : 12-in. -i
: 12-in , 12in.
: 12-in ! 6-in. 6-in.
6-in. | 6-in [ [ T i i T
f T ~ 18-in, -~ - 6-in. =12-in.~—6-in.
1 per 1.8 ft2 (9 per board) 1 per 1.6 ft2 (10 per board) 1 per 1.3 ft2 (12 per board) 1 per 1.0 ft2 (16 per board)
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INSULATION ATTACHMENT PATTERNS — 4X8 FT BOARDS

6-in. - - =12-in.- 12-in. 12-in.— == 6-in. 6-in ~16-in
12:in 12-in. R 12bin, 12-in. 12, 2 6in.
| ; : { : 18-in.
12-in. .
24-in. N IIn 24-in. 24-in. 24-in. S :
. |
36-in M
1in. ! e 24-in.
| 24, A | .
i 24-in. 240in n 24-in. 24-in.
| ! { < 24-in.
) ; I,
36:in 12-|In‘ 24-in. 24-in. 24-in.
24-in. i :
12-in. ! 18-in.
| i S { 12-in. 12-in. 12-in. 5_;n
12-in 12-in. 12-in. : . . | ! in.
| | | | ~—24-in. - 24-in. - 24-in.
1 per 5.3 ft2 (6 per board) 1 per 4.0 ft2 (8 per board) 1 per 3.2 ft2 (10 per board) 1 per 2.9 ft2 (11 per board) 1 per 2.7 ft2 (12 per board) 1 per 2.3 ft2 (14 per board)
6-in. 1+ == 18-in. - = = B-in. 6-in. == 18-in. -+ 6-in. 6-in.—— 6-in,~—-12-in.- '
- =16-in. . 1 { ' t | - | - ! H
| . 6-in 6-in. 6-in. 6-in. | | | b-in,
T 12-in. T i . ! T
12-in. i 18-in. } 12 12-in.
: 18-in. 18-in. 18-in. : $
18-in. 24-in. | IZIin. { 12-in 12-in.
) ) | ! H
! 18-in. 18-in. 18-in. 12-in 12-in.
18-in. H ! 18-in. J | 1
24-in. 12-in. 12-in. 12%in 12-in 12-in.
! i | I S——t
18:in. ) . 18-in. 12-in 12-in.
18-in. 18-in. ISLn. | -
24-in. Ul | 12-in 12-in.
18-in. 7 lzl-m' } i |t
| ] 18-in. 18-in. 18%in. 12-in 12-in.
12;in. 12/ln. 6-in. G-in. 18-in. J 6. P | 6ain.
| f T 6-in. ! | i
= 24-in. <12-in.-—24-in. 24-in. i -—24-in. =12-in.-—=+6-in.
1 per 2.1 ft2 (15 per board) 1 per 2.0 ft2 (16 per board) 1 per 1.8 ft2 (18 per board) 1 per 1.6 ft2 (20 per board) 1 per 1.3 ft2 (24 per board) 1 per 1.0 ft2 (32 per board)
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ACCEPTABLE ALTERNATES
SuB- ALTERNATE
CATEGORY By LISTED PRODUCT HEREIN PrRoODUCT FBCFiLE oR NOA
TremPly TPO TremPly Max TPO
Membrane Tremco CPG FL22216
TremPly TPO FB TremPy Max TPO FB
Tremco Low Rise Green Foam Insulation Adhesive N/A
Tremco Low Rise Foam Insulation Adhesive Millennium One Step Foamable Adhesive
Adhesives Tremco CPG Millennium One Step Green Foamable Adhesive 1500
Tremco Low Rise Foam Insulation Adhesive (BG) Millennium PG-1 Pump Grade Adhesive
Tremco LR Adhesive Millennium PG-1 Pump Grade Adhesive
Trisotech G ACFoam II
- FL17989
Roofing Tremco CPG Trisotech CGF ACFoam Il
Insulation Trisotech ENRGY 3 FL4205
Georgia-Pacific Gypsum DensDeck Prime DensDeck StormX Prime Roof Board FL1250
Tremco #12 DP Fastener Trufast #12 DP
Tremco #14 HD Fastener Trufast #14 HD
Tremco #15 EHD Fastener Trufast #15 EHD
Tremco FM-90 Base Sheet Fastener Trufast FM-90 Base Sheet Fastener FL4500
Tremco Twin Loc-Nail Assembled Fastener Trufast Twin Loc-Nail Assembled Fastener
. Tremco 2” Barbed Seam Plate Trufast 2” Barbed Metal Seam Plate
E;)siz:irs Tremco CPG Tremco 2.4” Barbed Seam Plate Trufast 2.4” Scoop Seam Plate
Tremco 3” Metal Insulation Plate Trufast 3” Metal Insulation Plate
Tremco #1211 Fastener OMG #12 Standard
Tremco #1410 Fastener OMG #14 Heavy Duty
Tremco #1510 XHD Fastener OMG XHD Fastener FL699
Tremco Disc 3 in. Steel Stress Plate OMG 3 in. Galvalume Steel Plate
Tremco Disc Ribbed 3 in. Steel Stress Plate OMG 3 in. Ribbed Galvalume Plate

19 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads. Refer to FBC 1609 for determination of design wind loads. (Notes 9 and 10)
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TABLE 1A: WOOD DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED SINGLE-PLY ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

o e Base Insulation Layer Top Insulation Layer
ystem ec Attach Attach Roof Cover (Note 15) MDP (psf)
No. (Note 1) Type Type
(Note 6,7,8) (Note 6,7,8)
TREMPLY TPO:
Additional Insulation L. : (Optional) Min. 1-inch
Plywood, APA rated, 32/16, Min. 2-inch Trisotech G, Trisotech | LRFIA or H1onal NSUIGLon ayer(s): (Optional) Min. 1-inc TPO-BA, TPO-WBBA
W-1. Exposure 1, PS1, 15/32 CGF or Trisotech LRFIA(BG) base insulation LRFIA or LRFIA(BG) or TPO-BALV3 -60.0
category; 24” span Coverboard: Min. 0.5-inch DensDeck Prime
Additional Insulation Layer(s): (Optional) Min. 1-inch
Plywood, APA rated, 32/16, Min. 2-inch Trisotech G, Trisotech | LRFIA or base insulation TPO-BA, TPO-WBBA,
W-2 E 1, PS1, 15/32 ’ . ! . . . LRFIA or LRFIA(BG TPO-LVBA or TPO- -60.0
xposure 1, PS1, 15/ CGF or Trisotech LRFIA(BG) Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber or LRFIA(BG) or
category; 24” span - BALV3
Roof Board
Plywood, APA rated, 32/16, ) . . .
! , ’ Min. 2-inch Trisotech G, Trisotech | LRFIA or . ; . TPO-WBBA or TPO-
W-3 Exposure 1, IIJ,Sl, 15/32 CGF or Trisotech LRFIA(BG) Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board LRFIA or LRFIA(BG) LVBA -67.5
category; 24” span
Plywood, APA rated, 32/16, . . . .
! y ’ Min. 2-inch Trisotech G, Trisotech | LRFIA or . . . TPO-BA or TPO-
W-4 Exposure 1, ESI, 15/32 CGF or Trisotech LRFIA(BG) Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board LRFIA or LRFIA(BG) BALV3 -75.0
category; 24” span
Additional Insulation L. : (Optional) Min. 1-inch
Plywood, APA rated, 32/16, | . 5 i1 Trisotech G, Trisotech | LRFIA or itional Insulation Layer(s): (Optional) Min. 1-inch |\ oy ) ceia(BG), 6 | TPO-BA, TPO-WBBA
W-5 Exposure 1, PS1, 15/32 . base insulation . -97.5
” CGF or Trisotech LRFIA(BG) . . . inch o.c. or TPO-BALV3
category; 24” span Coverboard: Min. 0.5-inch DensDeck Prime
Pl d, APA rated, 32/16 Additional Insulation Layer(s): (Optional) Min. 1-inch
W Exyvzgjre' 1 s la 135 13, | Min. 2-inch Trisotech G, Trisotech | LRFIA or base insulation LRFIA or LRFIA(BG), 6- | TPO-BA or TPO- o975
P o CGF or Trisotech LRFIA(BG) Coverboard: Min. 0.25-inch SECUROCK Gypsum-Fiber | inch o.c. BALV3 ’
category; 24” span > S
Roof Board
W7 ELW;‘S’S:L’ /:Pﬁsrlatfs/’:;/ 16| Min. 0.25-inch SECUROCK LRFIA or None N/A TPO-BA or TPO- o975
P C Gypsum-Fiber Roof Board LRFIA(BG) BALV3 ’
category; 24” span
Plywood, APA rated, 32/16,
. . . LRFIA or TPO-BA, TPO-WBBA
W-8. Exposure 1, ESl, 15/32 Min. 0.5-inch DensDeck Prime LRFIA(BG) None N/A or TPO-BALV3 -112.5
category; 24” span
TREMPLY TPO FB:
Additional Insulation Layer(s): (Optional) Min. 1-inch
2/1 . N
wes ELV";‘S’::?E' ’:Pﬁs;atfsd;;z/ ® | (Optional) Min. 2-inch Trisotech | LRFIA or base insulation LRFIA or LRFIA(EG) TPOFB-TLRA (12-inch 595
p R G, Trisotech CGF or Trisotech LRFIA(BG) Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber o.c.) '
category; 24” span 7Roof Board
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TABLE 1A: WOOD DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED SINGLE-PLY ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer

Top Insulation Layer

category; 24” span

0.5-inch SECUROCK Cement Roof

Board

System Deck
No. (Note 1) Type Attach Type Attach Roof Cover (Note 15) MDP (psf)
(Note 6,7,8) (Note 6,7,8)
Pl d APA rated, 32/16 Additional Insulation Layer(s): (Optional) Min. 1-inch
W-10 Exyvzgjré 1 PSla f5}32 ! (Optional) Min. 2-inch Trisotech LRFIA or base insulation LRFIA or LRFIA(BG) TPO-WBBA, TPOFB- -60.0
' P R G, Trisotech CGF or Trisotech LRFIA(BG) Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber TLRA (4-inch o.c.) !
category; 24” span _—
Roof Board
Plywood, APA rated, 32/16, ) . . )
! ’ ! (Optional) Min. 2-inch Trisotech LRFIA or ) . ) TPO-WBBA, TPOFB-
W-11. Exposure 1, I:Sl, 15/32 G, Trisotech CGF or Trisotech LRFIA(BG) Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board LRFIA or LRFIA(BG) TLRA (4-inch 0.c) 67.5
category; 24” span
TREMPLY TPO FB APPLIED IN POWERPLY ENDURE BIO ADHESIVE TF:
Plywood, APA rated, 32/16 C:::ilr(::j!t?z:latlon S U S Additional Layer(s):
! ! ’ i in. 2-i i LRFIA or LRFIA(BG
W-12. Exposure 1, PS1, 15/32 (Opt|.onal) Min. 2 |n.ch Trisotech LRFIA or Coverboard: Min. 0.5-inch DensDeck Prime or (BG) TPOFB-PEBATF -60.0
Y G, Trisotech CGF, Trisotech LRFIA(BG) K vy 9 X X Coverboard: LRFIA or
category; 24” span SECUROCK Cement Roof Board or min. 7/16-inch m&inch oc
DEXcell Cement Roof Board ! o
Additional Insulation Layer(s): (Optional) Min. 1-inch
base insulation
W-13 :LWZZS:E’ ﬁpﬁsrlatf:/’;z/m' (Optional) Min. 2-inch Trisotech LRFIA or Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA or LRFIA(BG), 6- TPOFB-PEBATE 67.5
' P C G, Trisotech CGF, Trisotech LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board or SECUROCK inch o.c. '
category; 24” span . R
Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Plywood, APA rated, 32/16, '(\:/IG”I; ‘?':i:cc:ezﬂS;t(;:hrcG)f'oerOteCh LREIA or Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board
W-14. Exposure 1, PS1, 15/32 ! .y or SECUROCK Cement Roof Board or min. 7/16-inch LRFIA or LFRIA(BG) TPOFB-PEBATF -75.0
Y Brand Roofmate, Highload 60 or LRFIA(BG)
category; 24” span DEXcell Cement Roof Board
Plazamate
Additional Insulation Layer(s): (Optional) Min. 1-inch
base insulation
WS ELW;‘S’S:L /:Pssrlatf:}:;/ 18| Min. 2-inch Trisotech G, Trisotech | LRFIA or Coverboard: Min. 0.5-inch DensDeck Prime, Min. LRFIA or LRFIA(BG), 6- | 1o pee oo 075
’ cafe ory: 2'4,, s lan CGF, Trisotech LRFIA(BG) 0.25-inch SECUROCK Gypsum-Fiber Roof Board, min. inch o.c. ’
gory; £ sp 0.5-inch SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Min. 0.5-inch DensDeck Prime,
Plywood, APA rated, 32/16, Min. 0.25-inch SECUROCK LRFIA or
W-16. Exposure 1, PS1, 15/32 Gypsum-Fiber Roof Board, Min. LRFIA(BG) None N/A TPOFB-PEBATF -112.5

TREMPLY TPO FB APPLIED IN TREMCO PSF ADHESIVE:
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TABLE 1A: WOOD DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED SINGLE-PLY ROOF COVER

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

o e Base Insulation Layer Top Insulation Layer
ystem ec Attach Attach Roof Cover (Note 15) MDP (psf)
No. (Note 1) Type Type
(Note 6,7,8) (Note 6,7,8)
Plywood, APA rated, 32/16 Additional Insulation Layer(s): (Optional) Min. 1-inch Additional Layer(s):
'W R .
i Exy osuré 1 psi 15}32 ’ (Optional) Min. 2-inch Trisotech LRFIA or base insulation LRFIA or LRFIA(BG) TPOFB-PSFA 60.0
' P C G, Trisotech CGF, Trisotech LRFIA(BG) Coverboard: Min. 0.5-inch DensDeck Prime or min. Coverboard: LRFIA or ’
category; 24” span o~ . ey
7/16-inch DEXcell Cement Roof Board LRFIA(BG), 6-inch o.c.
Additional Insulation Layer(s): (Optional) Min. 1-inch
Plywood, APA rated, 32/16, . . . . base insulation
! , ’ Optional) Min. 2-inch Trisotech LRFIA or LRFIA or LRFIA(BG), 6-
W-18. Exposure 1, PS1, 15/32 é irlisote)ch ICGF ITrisoteIch LRFIA(BG) Coverboard: Min. 0.5-inch DensDeck Prime, inch o.c (BG) TPOFB-PSFA -67.5
category; 24” span ’ ’ SECUROCK Gypsum-Fiber Roof Board or min. 7/16- .
inch DEXcell Cement Roof Board
Min. 2-inch Trisotech G, Trisotech
Plywood, APA rated, 32/16, . 4 . ! .
! , ’ CGF, Trisotech or Styrofoam LRFIA or Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board
-19. E 1, PS1, 15/32 . . . LRFIA or LFRIA(B TPOFB-PSFA -75.
W-19 xposure 1, PS1, 15/3 Brand Roofmate, Highload 60 or | LRFIA(BG) or min. 7/16-inch DEXcell Cement Roof Board or LFRIA(BG) OFB-PS >0
category; 24” span
Plazamate
Additional Insulation Layer(s): (Optional) Min. 1-inch
Plywood, APA rated, 32/16, ) ) . ) base insulation
! , ’ Min. 2-inch Trisotech G, Trisotech | LRFIA LRFIA or LRFIA(BG), 6-
W-20. Exposure 1, PS1, 15/32 C(:; TrliZcitecLlSO ech &, risotec LRFIA(ng) Coverboard: Min. 0.5-inch DensDeck Prime, Min. inch oc;r (BG), TPOFB-PSFA -97.5
category; 24” span ’ 0.25-inch SECUROCK Gypsum-Fiber Roof Board or -
min. 7/16-inch DEXcell Cement Roof Board
Plywood, APA rated, 32/16, Min. 0.5-inch DensDeck Prime or LRFIA or
W-21. Exposure 1, PS1, 15/32 Min. 0.25-inch SECUROCK None N/A TPOFB-PSFA -112.5
” . LRFIA(BG)
category; 24” span Gypsum-Fiber Roof Board
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TABLE 1B: WOOD DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System MDP
No. Deck (Note 1) S Attach . Attach po— I Can PI (osf)
Yp (Notes 6,7,8) yp (Notes 6,7,8) Y Y pFly
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Plywood, APA . . .
rated, 32/16, M!n. L.5-inch T”S.OtECh G Additional Insulation Layer(s): (Optional) Min. 1-inch (Optional) TPOFB-PEBATF,
Trisotech CGF, Trisotech or LRFIA or - " BP-CA5 or TPOFB-PSFA or
W-22. Exposure 1, PS1, Styrofoam Brand Roofmate, LRFIA(BG) base insulation LRFIA or LRFIA(BG) SBS-CA5 BP-CAS or TPOFB-TLRA (4- 525
15/32 category; .y ! Coverboard: Min. 0.125-inch TremBoard AC SBS-CA5 .
” Highload 60 or Plazamate IEE— inch o.c.)
24” span
Pl d. APA Additional Insulation Layer(s): (Optional) Min. 1-inch
ra‘t’:‘:f"a 26 base insulation Additional Layer(s): (Optional) | TPOFB-PEBATF,
W-23 Ex os’ure 1 651 (Optional) Min. 2-inch Trisotech LRFIA or Coverboard: Min. 0.5-inch Structodek HD with Primed LRFIA or LRFIA(BG) BP-CA5 or BP?CI/c\)Sac‘)r TPOFB-PSFA or -60.0
P ! ’ G, Trisotech CGF, Trisotech LRFIA(BG) Red Coating, DensDeck Prime or SECUROCK Cement Coverboard: LRFIA or | SBS-CA5 TPOFB-TLRA (4- :
15/32 category; . X - . SBS-CA5 .
24” span Roof Board or min. 7/16-inch DEXcell Cement Roof LRFIA(BG), 6-inch o.c. inch o.c.)
Board
rl\tm;o%dz’/'izA Additional Insulation Layer(s): (Optional) Min. 1-inch Additional Layer(s): (Optional) TPOFB-PEBATF,
ot b=l > | Min. 2-inch Trisotech G, Trisotech | LRFIA or base insulation LRFIA or LRFIA(BG) | BP-CASor | (P /%01 | TPOFB-PSFAor 600"
P ! ’ CGF, Trisotech LRFIA(BG) Coverboard: Min. 1-inch MonoBoard (no extrapolation | Coverboard: LRFIA or | SBS-CA5 TPOFB-TLRA (4- :
15/32 category; S . . e SBS-CA5 )
" permitted for ribbon attachment) LRFIA(BG), 6-inch o.c. inch o.c.)
24” span
rl\t/v\;o(;dz,/,iZA C::elt;g:j:t?s:latlon Layer(s): (Optional) Min. 1-inch Additional Laver(s): optional) TPOFB-PEBATF,
ated, 24/ Min. 2-inch Trisotech G, Trisotech | LRFIA or o , LRFIA or LRFIA(BG) | BP-CASor | .-Pon@) | TPOFB-PSFA or .
W-25 Exposure 1, PS1, . Coverboard: Min. 1-inch MonoBoard Plus or Min. 2- BP-CAS or -60.0
CGF, Trisotech LRFIA(BG) . . . Coverboard: LRFIA or | SBS-CAS TPOFB-TLRA (4-
15/32 category; inch TopRock DD Plus (no extrapolation permitted for I SBS-CAS5 .
” ) LRFIA(BG), 6-inch o.c. inch o.c.)
24" span ribbon attachment)
Additional Insulation Layer(s): (Optional) Min. 1-inch
Plywood, APA . N
rated, 32/16 base insulation (Optional) TPOFB-PEBATF,
W-26 Ex os,ure 1 Fl’Sl (Optional) Min. 2-inch Trisotech LRFIA or Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA or LRFIA(BG), BP-CAS5 or BPF—)CAS or TPOFB-PSFA or 675
P ’ " | G, Trisotech CGF, Trisotech LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board or SECUROCK 6-inch o.c. SBS-CA5 TPOFB-TLRA (4- :
15/32 category; ) . SBS-CA5 .
” Cement Roof Board or min. 7/16-inch DEXcell Cement inch o.c.)
24” span
Roof Board
Plywood, APA . . . \
rated, 32/16, Min. 2-|.nch Trisotech G, Trisotech Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board or (Optional) TPOFB-PEBATF,
CGF, Trisotech or Styrofoam LRFIA or K X BP-CA5 or TPOFB-PSFA or
W-27 Exposure 1, PS1, . SECUROCK Cement Roof Board or min. 7/16-inch LRFIA or LRFIA(BG) BP-CAS or -75.0
Brand Roofmate, Highload 60 or LRFIA(BG) SBS-CAS TPOFB-TLRA (4-
15/32 category; DEXcell Cement Roof Board SBS-CA5 .
24” span Plazamate inch o.c.)
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TABLE 1B: WOOD DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED MULTI-PLY ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System MDP
No. Deck (Note 1) Type GLk Type s Base Pl Pl Cap P! (psf)
Yp (Notes 6,7,8) yp (Notes 6,7,8) Y Y pFly
Additional Insulation Layer(s): (Optional) Min. 1-inch
Plywood, APA - N
rated, 32/16 base insulation (Optional) TPOFB-PEBATF,
W | Exomeore i wsy | Min. 2-inch Trisotech G, Trisotech | LRFIA or Coverboard: Min. 0.5-inch DensDeck Prime, Min. 0.25- | LRFIA or LRFIA(BG), | cpc po Bpf’c'z\’sir TPOFB-PSFAOr |
: 15‘;32 cateéor "’ | CGF, Trisotech LRFIA(BG) inch SECUROCK Gypsum-Fiber Roof Board, Min. 0.5- 6-inch o.c. SBS-CAS TPOFB-TLRA (4- :
24” span Vi inch SECUROCK Cement Roof Board or min. 7/16-inch inch o.c.)
DEXcell Cement Roof Board
Min. 0.5-inch DensDeck Prime,
rpal‘t’:;o"sdz' /'IZA Min. 0.25-inch SECUROCK (Optional) | TPOFB-PEBATF,
! ! Gypsum-Fiber Roof Board, Min. LRFIA or TPOFB-PSFA or
W-29 i’;’;;;“c':t;' ('jfl 0.5-inch SECUROCK Cement Roof | LRFIA(BG) | °"° N/A SBS-CAS ngs?éisor TPOFB-TLRA (a- | 112
22" span Eory; Board or min. 7/16-inch DEXcell inch o.c.)
P Cement Roof Board
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Plywood, APA . . . TPOFB-HA,
rated, 32/16, _Il\-/l!n.tl.Sr-]lrécGhFT_rrls.oticth, LRFIA Additional Insulation Layer(s): (Optional) Min. 1-inch BP-CAG (Optional) | TPOFB-PEBATF,
W-30. | Exposure 1, PS1, St”erfzcam Br;ng':{z;;a‘;; Lo A(?er) base insulation LRFIA or LRFIA(BG) | ¢p o' 6°r BP-CA6or | TPOFB-PSFAor | -52.5
15/32 category; .y ! Coverboard: Min. 0.125-inch TremBoard AC SBS-CA6 TPOFB-TLRA (4-
” Highload 60 or Plazamate - .
24” span inch o.c.)
Additional Insulation Layer(s): (Optional) Min. 1-inch
base insulation
Plywood, APA . TPOFB-HA,
ra\t/:; 32/16 Coverboard: Min. 0.5-inch Structodek HD with Primed | Additional Layer(s): (Optional) | TPOFB-PEBATF
! ! (Optional) Min. 2-inch Trisotech LRFIA or Red Coating, DensDeck Prime, DEXcell FA Glass Mat LRFIA or LRFIA(BG) BP-CA6 or P !
W-31 Exposure 1, PS1, . X . BP-CA6 or | TPOFB-PSFA or -60.0
G, Trisotech CGF, Trisotech LRFIA(BG) Roof Board, SECUROCK Gypsum-Fiber Roof Board or Coverboard: LRFIA or | SBS-CA6
15/32 category; R R _— SBS-CA6 TPOFB-TLRA (4-
247 span SECUROCK Cement Roof Board or min. 7/16-inch LRFIA(BG), 6-inch o.c. inch o.c.)
DEXcell Cement Roof BoardSECUROCK Cement Roof -
Board
Plywood, APA Additional Insulation Layer(s): (Optional) Min. 1-inch ” TPOFB-HA,
rated, 32/16 base insulation Additional Layer(s): (Optional) | TPOFB-PEBATF
’ ’ in. 2-i i i LRFIA or LRFIA(BG - ) ’
W-32 Exposure 1, PS1, CMC!; _T_r:ZS?eIESOteCh ) G tgi::(g;) Coverboard: Min. 1-inch MonoBoard Plus or Min. 2- Coverl?c:ard‘ LIiFIA)or Egsc_:?:sor BP-CA6 or | TPOFB-PSFA or -60.0*
15/32 category; ! inch TopRock DD Plus (no extrapolation permitted for e ———— SBS-CA6 TPOFB-TLRA (4-
” . LRFIA(BG), 6-inch o.c. .
24" span ribbon attachment) inch o.c.)

ONEMO ETC, LLC

Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ

TremPly® TPO Roof Systems; (800) 562-2728
TOP OF APPENDIX

PEER-TRM-007.A.R6 for FL22216-R6 (NON-HVHZ)
Revision 6: 12/14/2025
Appendix 1, Page 14 of 135




TABLE 1B: WOOD DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED MULTI-PLY ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System MDP
No. Deck (Note 1) Type GLk Type s Base Pl Pl Cap P! (psf)
Yp (Notes 6,7,8) yp (Notes 6,7,8) Y Y pFly
Additional Insulation Layer(s): (Optional) Min. 1-inch
Plywood, APA base insulation TPOFB-HA,
rated, 32/16, (Optional) Min. 2-inch Trisotech LRFIA or Coverboard: Min. 0.5-inch DensDeck Prime, !JEXceII FA LRFIA or LRFIA(BG), BP-CAG or (Optional) | TPOFB-PEBATF,
W-33 Exposure 1, PS1, G Trisotech CGF. Trisotech LRFIA(BG) Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof 6-inch o.c SBS-CAG BP-CA6 or | TPOFB-PSFA or -67.5
15/32 category; ! ! Board or SECUROCK Cement Roof Board or min. 7/16- A SBS-CA6 TPOFB-TLRA (4-
24” span inch DEXcell Cement Roof BoardSECUROCK Cement inch o.c.)
Roof Board
Plywood, APA . ) ) TPOFB-HA,
rated, 32/16, 2/22 i;lirs]gre-lc-::?rt:hrgf’ozrzot“h LRFIA or Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board or BP-CA6 or (Optional) | TPOFB-PEBATF,
W-34 Exposure 1, PS1, Brar;d Roofmate Hiyhload 60 or LRFIA(BG) SECUROCK Cement Roof Board or min. 7/16-inch LRFIA or LRFIA(BG) SBS-CAG BP-CA6 or | TPOFB-PSFA or -75.0
15/32 category; s DEXcell Cement Roof Board SBS-CA6 TPOFB-TLRA (4-
” Plazamate ‘
24” span inch o.c.)
Plywood, APA M!n. 0.5—|n.ch DensDeck Prime, TPOFB-HA,
Min. 0.25-inch SECUROCK .
rated, 32/16, . . (Optional) | TPOFB-PEBATF,
Gypsum-Fiber Roof Board, Min. LRFIA or BP-CA6 or
W-35 Exposure 1, PS1, ) None N/A BP-CA6 or | TPOFB-PSFA or -97.5
0.5-inch SECUROCK Cement Roof LRFIA(BG) SBS-CA6
15/32 category; ) ) SBS-CA6 TPOFB-TLRA (4-
24" span Board or min. 7/16-inch DEXcell inch o.c.)
P Cement Roof Board o
f;moﬁ'/??\ Additional Insulation Layer(s): (Optional) Min. 1-inch (Optional) xgEEES&ATF
! ! Min. 2-inch Trisotech G, Trisotech | LRFIA or base insulation LRFIA or LRFIA(BG), BP-CA6 or P !
W-36. | Exposure 1, PSL, | o op e tech LRFIA(BG) | Coverboard: Min. 0.5-inch SECUROCK G Fib 6-inch o.c sBs-CAg | Cr-CAGor | TPOFB-PSFAor | -97.5
15/32 category; ' RNy © ypsum-riber © SBS-CA6 | TPOFB-TLRA (4-
" Roof Board .
24" span inch o.c.)
HOT-ASPHALT OR THERMASTIC 80-APPLIED BASE PLY:
Plywood, APA . . )
rated, 32/16, Min. 1.5-inch Trisotech G, Additional Insulation Layer(s): (Optional) Min. 1-inch (Optional) TPOFB-HA,
Trisotech CGF, Trisotech or LRFIA or - N BP-AA or TPOFB-PSFA or
W-37 Exposure 1, PS1, base insulation LRFIA or LRFIA(BG) BP-AA or -52.5
Styrofoam Brand Roofmate, LRFIA(BG) ) ) SBS-AA TPOFB-TLRA (4-
15/32 category; . Coverboard: Min. 0.125-inch TremBoard AC SBS-AA .
Y Highload 60 or Plazamate EEE— inch o.c.)
24” span
Additional Insulation Layer(s): (Optional) Min. 1-inch
Plywood, APA base insulati
rated, 32/16 ase insulation (Optional) TPOFB-HA,
W-38 Exposure 1, PS1, Min. 2—|.nch Trisotech G, Trisotech LRFIA or Coverboard: Min. 0.5-'|nch DensDeck Prime, LRFIA or LRFIA(BG) BP-AA or BP-AA or TPOFB-PSFA or -60.0
. CGF, Trisotech LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board or SECUROCK SBS-AA TPOFB-TLRA (4-
15/32 category; ) . SBS-AA .
24” span Cement Roof Board or min. 7/16-inch DEXcell Cement inch o.c.)
Roof Board
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TABLE 1B: WOOD DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED MULTI-PLY ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System MDP
No. Deck (Note 1) S Attach . Attach po— I Can PI (osf)
Yp (Notes 6,7,8) yp (Notes 6,7,8) Y Y pFly
Pl\t/vx:jooadz,/,iZA C::elt;g:j!t?s:latlon Layer(s): (Optional) Min. 1-inch Additional Laver(s): Ontional TPOFB-HA,
raved, 3575 Min. 2-inch Trisotech G, Trisotech | LRFIA or o , LRFIA or LRFIA(BG) | BP-AA or PHonal | TpoFB-PSFA or .
W-39 Exposure 1, PS1, ) Coverboard: Min. 1-inch MonoBoard Plus or Min. 2- BP-AA or -60.0
CGF, Trisotech LRFIA(BG) . . . Coverboard: LRFIA or | SBS-AA TPOFB-TLRA (4-
15/32 category; inch TopRock DD Plus (no extrapolation permitted for g il SBS-AA .
” . LRFIA(BG), 6-inch o.c. inch o.c.)
24” span ribbon attachment)
Plywood, APA . . . .
! Min. 2-inch Ti hG,T h TPOFB-HA,
rated, 32/16, in. 2-inch Trisotech G, Trisotec Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board or (Optional) OF8-HA,
CGF, Trisotech or Styrofoam LRFIA or N X BP-AA or TPOFB-PSFA or
W-40. Exposure 1, PS1, . SECUROCK Cement Roof Board or min. 7/16-inch LRFIA or LRFIA(BG) BP-AA or -75.0
Brand Roofmate, Highload 60 or LRFIA(BG) SBS-AA TPOFB-TLRA (4-
15/32 category; DEXcell Cement Roof Board SBS-AA .
” Plazamate inch o.c.)
24” span
Min. 0.25-inch SECUROCK
Pl APA . .
ra\t/:;ozdz’/m Gypsum-Fiber Roof Board, Min. (Optional) TPOFB-HA,
W-a1 Ex os'ure 1 F”Sl 0.5-inch DensDeck Prime or Min. LRFIA or None N/A BP-AA or BPF—)AA or TPOFB-PSFA or 975
’ 15732 catel or .' 0.5-inch SECUROCK Cement Roof LRFIA(BG) SBS-AA SBS-AA TPOFB-TLRA (4- ’
24” span gory; Board or min. 7/16-inch DEXcell inch o.c.)
P Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
Plywood, APA p -
rated, 32/16 base insulation (Optional) TPOFB-HA,
W-42 Ex os,ure 1 Fl’Sl Min. 2-inch Trisotech G, Trisotech | LRFIA or Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA or LRFIA(BG), BP-AA or BP_AA or TPOFB-PSFA or 975
: P ’ ! CGF, Trisotech LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board or SECUROCK 6-inch o.c. SBS-AA TPOFB-TLRA (4- :
15/32 category; ) . SBS-AA .
" Cement Roof Board or min. 7/16-inch DEXcell Cement inch o.c.)
24” span
Roof Board
TORCH-APPLIED BASE PLY:
Additi I Insulation L : (Opti 1) Min. 1-inch
Plywood, APA base| ;::jat?cs,ﬁ ation Layer(s): (Optional) Min. 1-inc TPOFB-HA,
rated, 32/16 TPOFB-PEBATF
! ! Min. 2-inch Trisotech G, Trisotech | LRFIA or Coverboard: Min. 0.5-inch DensDeck Prime (Optional) !
W-43. Exposure 1, PS1, . —— . ! LRFIA or LRFIA(BG SBS-TA TPOFB-PSFA or -60.0
P CGF, Trisotech LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board or SECUROCK (BG) SBS-TA
15/32 category; ) : TPOFB-TLRA (4-
” Cement Roof Board or min. 7/16-inch DEXcell Cement .
24" span inch o.c.)
Roof Board
oot 33716, s insultion o (OPHonA MR adtionalLaverts) TROFEFERATE
! ! in. 2-i i i L LRFIA or LRFIA(BG i : !
W-44. | Exposure1,ps1, | Min-2-inch Trisotech G, Trisotech | LRFIA or Coverboard: Min. 1-inch MonoBoard Plus or Min. 2- (BS) | sgs7a (Optional) | p0rppsraor | -60.0*
CGF, Trisotech LRFIA(BG) N . . Coverboard: LRFIA or SBS-TA
15/32 category; inch TopRock DD Plus (no extrapolation permitted for | ——————— TPOFB-TLRA (4-
” . LRFIA(BG), 6-inch o.c. .
24" span ribbon attachment) inch o.c.)
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TABLE 1B: WOOD DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED MULTI-PLY ROOF COVER
REFER TO NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System MDP
No. Deck (Note 1) Type GLk Type s Base Pl Pl Cap P! (psf)
Yp (Notes 6,7,8) yp (Notes 6,7,8) Y Y pFly
Plywood, APA . . . . TPOFB-HA,
rated, 32/16, 2’22 i;'iz;i’ems:rt:fhrgf'ozrr';mem LRFIA or Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board or (Optional) | TPOFB-PEBATF,
W-45. Exposure 1, PS1, Bran’d Roofmate Hiyhload 60 or LRFIA(BG) SECUROCK Cement Roof Board or min. 7/16-inch LRFIA or LRFIA(BG) SBS-TA SBg TA TPOFB-PSFA or -75.0
15/32 category; - Hig DEXcell Cement Roof Board TPOFB-TLRA (4-
” Plazamate .
24” span inch o.c.)
Additional Insulation Layer(s): (Optional) Min. 1-inch
Plywood, APA base insulation TPOFB-HA,
ted, 32/16, . . . . . TPOFB-PEBATF,
W :( eos’ure/l hs1 | Min. Z-inch Trisotech G, Trisotech | LRFIA or Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA or LRFIA(BG), | (pc o (Optional) | o b o | g7
’ P ' =7 | CGF, Trisotech LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board or SECUROCK 6-inch o.c. SBS-TA ’
15/32 category; . ) TPOFB-TLRA (4-
” Cement Roof Board or min. 7/16-inch DEXcell Cement )
24” span inch o.c.)
Roof Board
rated, 32/16, Oépi:ch DensDeck Prime é)r . LRFIA or (Optional) TPOFB-PEBATF,
W-47. Exposure 1, PS1, . None N/A SBS-TA P TPOFB-PSFA or -112.5
SECUROCK Cement Roof Board or | LRFIA(BG) SBS-TA
15/32 category; ) ) TPOFB-TLRA (4-
” min. 7/16-inch DEXcell Cement :
24" span inch o.c.)
Roof Board

TABLE 1C: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED SINGLE-PLY ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck = e e Roof Cover MDP
No. (Note 1) asten ttac ac (Note 15) (psf)
e Type (Note 11) (Note 17) Type (Note 6,7,8)
TREMPLY TPO:
2/1
Plywood, APA rated, 32/16, Min 2-inch GAF EnergyGuard Note 2 (#14 1per2.0 | Min.0.25-inch SECUROCK Gypsum-Fiber Roof TPO-BA, TPO-LVBA
W-48. Exposure 1, PS1, 15/32 . X N LRFIA(BG) -52.5
” Polyiso Insulation Fastener only) ft: Board or TPO-BALV3
category; 24” span
TREMPLY TPO FB APPLIED IN POWERPLY ENDURE BIO ADHESIVE TF:
Additional Insulation Layer(s):
Min. 1.5-inch Trisotech, Trisotech G, Trisotech CGF
Plywood, APA rated, 32/16, Min. 1.5-inch Trisotech G, 1 per 2.0 or GAF EnergyGuard Polyiso Insulation LRFIA or
W-49. Exposure 1, PS1, 15/32 Trisotech CGF, Trisotech, GAF Note 2 pftl ’ Coverboard: 0.5-inch ACFoam HD CoverBoard, LRFIA(BG) TPOFB-PEBATF -45.0
category; 24” span EnergyGuard Polyiso Insulation 0.625-inch ACFoam HD CoverBoard-FR or min. 0.25-
inch DensDeck Prime, SECUROCK Gypsum Fiber
Roof Board
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TABLE 1C: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED SINGLE-PLY ROOF COVER

NEmoO | etc.e

Base Insulation Layer

Top Insulation Layer

System Deck Fou pr— e Roof Cover MDP
No. (Note 1) asten GEE ac Note 15 (psf)
HL Type (Note 11) (Note 17) Type (Note 6,7,8) (Note 15)
Additional Insulation Layer(s): (Optional) Min. 1-
Tremco #15 : X -
Plywood, APA rated, 40/20 2-inch Trisotech G, Trisotech EHD Fastener inch base insulation
Wi ) 7 ) -l | , 11l .
v . . ” 1per2.0 Coverboard: 0.5-inch ACFoam HD CoverBoard, LRFIA or
W-50. Exposure 1, PS1, 19/32 CGF, Trisotech, GAF with Tremco 3 5 T T— A TPOFB-PEBATF -60.0
category; 24” span EnergyGuard Polyiso Insulation Metal ft 0.625-inch ACFoam HD CoverBoard-FR or min. 0.5- LRFIA(BG)
! . inch DensDeck Prime or SECUROCK Gypsum-Fiber
Insulation Plate
Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-
Tremco #15 inch base insulation
Plywood, APA rated, 40/20, 2-inch Trisotech G, Trisotech EHD Fastener 1 per 1.0 c board: 0.5%inch ACE HDC Board LRFIA or
W-51. | Exposure 1, PS1, 19/32 CGF, Trisotech, GAF with Tremeo 37 | - PSL*° | ~ouerooarc: B.>-inch AbFoam HA Loverboard, LRFIA(BG), 6- | TPOFB-PEBATF -82.5
category; 24” span EnergyGuard Polyiso Insulation Metal ft 0.62 QI NRQQENQEID CoverBoard-FR or min. 0.5- inch o.c
¢ . inch DensDeck Prime or SECUROCK Gypsum-Fiber -
Insulation Plate
Roof Board
TREMPLY TPO FB APPLIED IN TREMCO PSF ADHESIVE:
Additional Insulation Layer(s):
Min. 1.5-inch Trisotech, Trisotech G, Trisotech CGF
Plywood, APA rated, 32/16, Min. 1.5-inch Trisotech G, 1 per 2.0 or GAF EnergyGuard Polyiso Insulation LRFIA or
W-52. Exposure 1, PS1, 15/32 Trisotech CGF, Trisotech, GAF Note 2 pftz ’ Coverboard: 0.5-inch ACFoam HD CoverBoard, LRFIA(BG) TPOFB-PSFA -45.0
category; 24” span EnergyGuard Polyiso Insulation 0.625-inch ACFoam HD CoverBoard-FR or min. 0.25-
inch DensDeck Prime or SECUROCK Gypsum Fiber
Roof Board
Tremco #15 ;’-:]ci:iﬂ:::lir:r;fjllj;itci)?]n Layer(s): (Optional) Min. 1-
Plywood, APA rated, 40/20, 2-inch Trisotech G, Trisotech EHD Fastener .
. . ” 1 per 2.0 Coverboard: 0.5-inch ACFoam HD CoverBoard, LRFIA or
W-53. Exposure 1, PS1, 19/32 CGF, Trisotech, GAF with Tremco 3 ) P —— . TPOFB-PSFA -60.0
” . . ft 0.625-inch ACFoam HD CoverBoard-FR or min. 0.5- LRFIA(BG)
category; 24” span EnergyGuard Polyiso Insulation Metal . X .
. inch DensDeck Prime or SECUROCK Gypsum-Fiber
Insulation Plate
Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-
Tremco #15 - X -
. ) X inch base insulation
Plywood, APA rated, 40/20, 2-inch Trisotech G, Trisotech EHD Fastener 1 per 1.0 c board: 0.5-inch ACF HD C Board LRFIA or
W-54. | Exposure 1, PS1, 19/32 CGF, Trisotech, GAF with Tremco 37 | Pl 77 | Louerboarc: 9.>-inch AbFoam O Loverboard, LRFIA(BG), 6- | TPOFB-PSFA -82.5
” : . ft: 0.625-inch ACFoam HD CoverBoard-FR or min. 0.5- .
category; 24” span EnergyGuard Polyiso Insulation Metal . X . inch o.c.
. inch DensDeck Prime or SECUROCK Gypsum-Fiber
Insulation Plate
Roof Board
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TABLE 1D: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Ll Fastener Attach Attach o
No. (Note 1) Type Note 11 Note 17 Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional)
Plywood, APA Min. 1.5-inch base insulation
rated, 32/16, Coverboard: Min. 0.125-inch TremBoard (Optional) TPOFB-PEBATF,
W-55 Exposure 1, Min. 1.5-inch Trisotech or | Note 2 (min. #14 fasteners 1 per AC, min. 0.25-inch DenDeck, DensDeck LRFIA or LRFIA(BG) BP-CA5 or BP-CAS or TPOFB-PSFA or -45.0
PS1, 15/32 Trisotech G only) 2.0 ft? Prime, DEXcell FA Glass Mat Roof Board SBS-CA5 SBS-CAS TPOFB-TLRA (4- :
category; 24” or SECUROCK Gypsum-Fiber Roof Board inch o.c.)
span or min. 0.5-inch Structodek HD with
Primed Red Coating
Plywood, APA .
rated, 40/20, | 2-inch Trisotech G, I:Z:Eg g}?\:e"t'; ‘:‘:":L‘Iation Additional Insulation Laver(s): (Optional) (Optional) | TPOFB-PEBATF,
W-56 Exposure 1, Trisotech CGF, Trisotech, Plate or ACE #15 with ACE 1 per Min. 1-inch base insulation LRFIA or LRFIA(BG) BP-CA5 or BP-CAS or TPOFB-PSFA or 525
PS1, 19/32 GAF EnergyGuard Polyiso ” . 2.0ft2 | Coverboard: Min. 0.125-inch TremBoard SBS-CA5 TPOFB-TLRA (4- ’
category; 24 Insulation 3” BE Insulation PIa.te or Aci SBS-CA5 inch o.c.)
! ACE 3” WW Insulation Plate
span
Plywood, APA Tremco #15 EHD Fastener - . . .
rated, 40/20, 2-inch Trisotech G, with Tremco 3” Metal ':A(?:It'lc_)&?r:nb:‘sl:ti:;Lat\i/g;(s)' (Optional) (Optional) TPOFB-PEBATF,
W-57 Exposure 1, Trisotech CGF, Trisotech, Insulation Plate or ACE #15 1 per Covt.erboard' Min. 0.5-inch DensDeck LRFIA or LRFIA(BG) BP-CAS or BP-CAS or TPOFB-PSFA or -60.0
PS1,19/32 GAF EnergyGuard Polyiso | with ACE 3” BE Insulation 2.0 ft2 ﬁcu RO-CK- G “Fiber Roof SBS-CA5 SBS-CAS TPOFB-TLRA (4- :
category; 24” Insulation Plate or ACE 3” WW rime ofQ ypsum-Fiber Roo inch o.c.)
. Board
span Insulation Plate
Additional Insulation Layer(s): (Optional)
Plywood, APA Tremco #15 EHD Fastener Min. 1-inch Trisotech G, Trisotech CGF, Additional
rated, 40/20, | 2-inch Trisotech G, with Tremco 3” Metal Trisotech, GAF EnergyGuard Polyiso Layer(s): LRFIA or (Optional) TPOFB-PEBATF,
S Exposure 1, Trisotech CGF, Trisotech, | Insulation Plate or ACE #15 1per | Insulation or Styrofoam Brand LRFIA(BG) SBS-CAS BP-CA5 or | [POFB-PSFAor | o s
PS1,19/32 GAF EnergyGuard Polyiso | with ACE 3” BE Insulation 2.0 ft2 | Roofmate, Highload 60 or Plazamate Coverboard: LRFIA SBS-CAS TPOFB-TLRA (4- ’
category; 24” Insulation Plate or ACE 3” WW Coverboard: Min. 1-inch MonoBoard (no | or LRFIA(BG), 6- inch o.c.)
span Insulation Plate extrapolation permitted for ribbon inch o.c.
attachment)
Additional Insulation Layer(s): (Optional)
Plywood, APA Tremco #15 EHD Fastener Min. 1-inch Trisotech G, Trisotech CGF, Additional
rated, 40/20, 2-inch Trisotech G, with Tremco 3” Metal Trisotech, GAF EnergyGuard Polyiso Layer(s): LRFIA or (Optional) TPOFB-PEBATF,
D) Exposure 1, Trisotech CGF, Trisotech, | Insulation Plate or ACE #15 1per | Insulation or Styrofoam Brand LRFIA(BG) BP-CASor | oo ag o | TPOFB-PSFAOr | o 0,
PS1,19/32 GAF EnergyGuard Polyiso | with ACE 3” BE Insulation 2.0 ft2 Roofmate, Highload 60 or Plazamate Coverboard: LRFIA | SBS-CA5 SBS-CAS TPOFB-TLRA (4- ’
category; 24” Insulation Plate or ACE 3” WW Coverboard: Min. 1-inch MonoBoard or LRFIA(BG), 6- inch o.c.)
span Insulation Plate Plus (no extrapolation permitted for inch o.c.
ribbon attachment)
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TABLE 1D: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck pa— e R MDP
No. (Note 1) T astener IS T ac Base Pl PI Cap Pl (psf)
ype (Note 11) (Note 17) ype (Notes 6,7,8) ase Fly v ap Fly
Plywood, APA . . Tr.emco #15 El-,I,D Fastener Additional Insulation Layer(s): (Optional)
rated, 40/20, 2-inch Trisotech G, with Tremco 3” Metal B N - N ) TPOFB-PEBATF,
X - R Min. 1-inch base insulation LRFIA or (Optional)
W-60 Exposure 1, Trisotech CGF, Trisotech, Insulation Plate or ACE #15 1 per c board: Min. 0.5-inch Denébeck LRFIA(BG), 6-inch BP-CA5 or BP-CAS or TPOFB-PSFA or 825
PS1,19/32 GAF EnergyGuard Polyiso | with ACE 3” BE Insulation 1.0 ft2 %&u R”(‘)'CK' G"“C e’F‘,Sb eCR e oc ’ SBSCAS | (oo as | TPOFB-TLRA(4- :
category; 24” Insulation Plate or ACE 3” WW rime or ypsum-riberroo A inch o.c.)
. Board
span Insulation Plate
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Plywood, APA .
rated, 40/20, 2-inch Trisotech G, Tremco #}5 EHD with . Additional Insulation Layer(s): (Optional) ) TPOFB-HA,
Exposure 1 Trisotech CGF, Trisotech Tremco 3” Metal Insulation 1 per Min. 1-inch base insulation BP-CA6 or (Optional) | TPOFB-PEBATF,
W-61. PSF]). 19/32' GAF Ener Gl.;ard Pol isé) Plate or ACE #15 with ACE ) (;)ftz C ) board: Min. 0.125-inch T Board LRFIA or LRFIA(BG) SBS-CAG BP-CA6 or | TPOFB-PSFA or -52.5
SR Insulationgy Y 3” BE Insulation Plate or : A‘é"eﬂ' T @ Mgy SBS-CA6 | TPOFB-TLRA (4-
gory; ACE 3” WW Insulation Plate inch o.c.)
span
Plywood, APA _ _ Tremco #15 E",',D Fastener Additional Insulation Layer(s): (Optional) TPOFB-HA,
rated, 40/20, 2-inch Trisotech G, with Tremco 3” Metal . . < N .
. ) . Min. 1-inch base insulation (Optional) | TPOFB-PEBATF,
Exposure 1, Trisotech CGF, Trisotech, Insulation Plate or ACE #15 1 per . . BP-CA6 or
W-62 R X ” ) ) Coverboard: Min. 0.5-inch DensDeck LRFIA or LRFIA(BG) BP-CA6 or | TPOFB-PSFA or -60.0
PS1,19/32 GAF EnergyGuard Polyiso | with ACE 3” BE Insulation 2.0 ft . ; SBS-CA6
” . ” Prime or SECUROCK Gypsum-Fiber Roof SBS-CA6 TPOFB-TLRA (4-
category; 24 Insulation Plate or ACE 3” WW .
. Board inch o.c.)
span Insulation Plate
Additional Insulation Layer(s): (Optional)
Plywood, APA Tremco #15 EHD Fastener Min. 1-inch Trisotech G, Trisotech CGF, Additional TPOFB-HA
rated, 40/20, 2-inch Trisotech G, with Tremco 3” Metal Trisotech, GAF EnergyGuard Polyiso Layer(s): LRFIA or (Optional) TPOFB—PEéATF
e Exposure 1, Trisotech CGF, Trisotech, | Insulation Plate or ACE #15 1 per Insulation or Styrofoam Brand LRFIA(BG) BP-CAG or BPF—)CAS or | TPOFB-PSFA or, -60.0*
’ PS1,19/32 GAF EnergyGuard Polyiso | with ACE 3” BE Insulation 2.0ft> | Roofmate, Highload 60 or Plazamate Coverboard: LRFIA | SBS-CA6 SBS-CAG TPOFB-TLRA (4 '
category; 24” Insulation Plate or ACE 3” WW Coverboard: Min. 1-inch MonoBoard or LRFIA(BG), 6- inch o.c.)
span Insulation Plate Plus (no extrapolation permitted for inch o.c. -
ribbon attachment)
Plywood, APA . ) Tr.emco 15 El-,I,D Fas' Q@ Additional Insulation Layer(s): (Optional) TPOFB-HA,
rated, 40/20, 2-inch Trisotech G, with Tremco 3” Metal B - ; " .
X ) . Min. 1-inch base insulation LRFIA or (Optional) | TPOFB-PEBATF,
Exposure 1, Trisotech CGF, Trisotech, Insulation Plate or ACE #15 1 per . . . BP-CA6 or
W-64. R K ” . ) Coverboard: Min. 0.5-inch DensDeck LRFIA(BG), 6-inch BP-CA6 or | TPOFB-PSFA or -82.5
PS1,19/32 GAF EnergyGuard Polyiso | with ACE 3” BE Insulation 1.0 ft S . SBS-CA6
YL . ” Prime or SECUROCK Gypsum-Fiber Roof o.c. SBS-CA6 TPOFB-TLRA (4-
category; 24 Insulation Plate or ACE 3” WW .
. Board inch o.c.)
span Insulation Plate
HoT-ASPHALT OR THERMASTIC 80-APPLIED BASE PLY:
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TABLE 1D: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Ll Fastener Attach Attach o
No. (Note 1) Type Note 11 Note 17 Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
Additional Insulation Layer(s): (Optional)
Plywood, APA Tremco #15 EHD Fastener Min. 1-inch Trisotech G, Trisotech CGF, Additional
rated, 40/20, 2-inch Trisotech G, with Tremco 3” Metal Trisotech, GAF EnergyGuard Polyiso Layer(s): LRFIA or (Optional) TPOFB-HA,
Wo65 Exposure 1, Trisotech CGF, Trisotech, Insulation Plate or ACE #15 1 per Insulation or Styrofoam Brand LRFIA(BG) BP-AA or BP-AA or TPOFB-PSFA or -60.0*
PS1,19/32 GAF EnergyGuard Polyiso | with ACE 3” BE Insulation 2.0 ft2 | Roofmate, Highload 60 or Plazamate Coverboard: LRFIA | SBS-AA SBS-AA TPOFB-TLRA (4- ’
category; 24” Insulation Plate or ACE 3” WW Coverboard: Min. 1-inch MonoBoard or LRFIA(BG), 6- inch o.c.)
span Insulation Plate Plus (no extrapolation permitted for inch o.c.
ribbon attachment)
Additional Insulation Layer(s): (Optional)
Plywood, APA Min. 1.5-inch base insulation
rated, 32/16, Coverboard: Min. 0.125-inch TremBoard (Optional) TPOFB-HA,
W-66 Exposure 1, Min. 1.5-inch Trisotech or | Note 2 (min. #14 fasteners 1 per AC or min. 0.25-inch DenDeck, DensDeck Hot asphalt BP-AA or BP-AA or TPOFB-PSFA or -60.0
PS1, 15/32 Trisotech G only) 2.0 ft? Prime, DEXcell FA Glass Mat Roof Board SBS-AA SBS-AA TPOFB-TLRA (4- :
category; 24” or SECUROCK Gypsum-Fiber Roof Board inch o.c.)
span or min. . 0.5-inch Structodek HD with
Primed Red Coating
Plywood, APA
rated, 32/16, Additional Insulation Layer(s): (Optional) (Optional) TPOFB-HA,
W-67 Exposure 1, Min. 1.5-inch Trisotech or | Note 2 (min. #14 fasteners 1 per Min. 1.5-inch base insulation Hot asphalt BP-AA or BP’-)AA or TPOFB-PSFA or -60.0%
PS1,15/32 Trisotech G only) 2.0ft> | Coverboard: Min. 1-inch MonoBoard SBS-AA SBS-AA TPOFB-TLRA (4- ’
category; 24” Plus inch o.c.)
span
TORCH-APPLIED BASE PLY:
E;ZQOZ?/?ZA Additional Insulation Layer(s): (Optional) TPOFB-HA,
Expos’ure 1 ’ Min. 1.5-inch Trisotech or | Note 2 (min. #14 fasteners 1 per Min. 1.5-inch base insulation (Optional) TPOFB-PEBATF,
W-68 pS1 15/32’ Trisotech G m 202 Coverboard: Min. 0.25-inch DensDeck LRFIA or LRFIA(BG) | SBS-TA SBS-TA TPOFB-PSFA or -45.0
cate’gory; 247 Prime, DEXcell FA Glass Mat Roof Board TPOFB—TLRA (4-
span or SECUROCK Gypsum-Fiber Roof Board inch o.c.)
Plywood, APA . . Tr‘emco w15 g Fastener Additional Insulation Layer(s): (Optional) TPOFB-HA,
rated, 40/20, 2-inch Trisotech G, with Tremco 3” Metal Min. 1-inch base insulation TPOFB-PEBATF,
w-gg, | Dxposurel | Trisotech CGF, Trisotech, | Insulation Plate or ACE#15 | - 1per -\ o\ o oo Min. 0.5-inch DensDeck LRFIA or LRFIA(BG) | SBS-TA (Optional) | rpoep psraor | -60.0
PS1,19/32 GAF EnergyGuard Polyiso | with ACE 3” BE Insulation 2.0 ft? _— : SBS-TA
category; 24” Insulation Plate or ACE 3" WW Prime or SECUROCK Gypsum-Fiber Roof TPOFB-TLRA (4-
¢ Board inch o.c.)
span Insulation Plate
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TABLE 1D: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer (s) Roof Cover (Note 15)
System Deck . e e MDP
No. (Note 1) T GRS ttac ac Base PI PI Pl (psf)
ype (Note 11) (Note 17) (Notes 6,7,8) ase Fly Y (DL
Plywood, APA . . Tr.emco #15 El-,I,D Fastener Additional Insulation Layer(s): (Optional) TPOFB-HA,
rated, 40/20, 2-inch Trisotech G, with Tremco 3” Metal B N - N
Exposure 1 Trisotech CGF, Trisotech Insulation Plate or ACE #15 1 per Min. 1-inch base insulation LRP (Optional) TPOFB-PEBATF,
W-70. " ! ’ - - ” ) P , | Coverboard: Min. 0.5-inch DensDeck LRFIA(BG), 6-inch SBS-TA P TPOFB-PSFA or -82.5
PS1,19/32 GAF EnergyGuard Polyiso | with ACE 3” BE Insulation 1.0 ft _—— ; SBS-TA
” . ” Prime or SECUROCK Gypsum-Fiber Roof o.c. TPOFB-TLRA (4-
category; 24 Insulation Plate or ACE 3” WW .
. Board inch o.c.)
span Insulation Plate

TABLE 1E: WOOD DECKS — NEW CONSTRUCTION. REROOF (TeArR-OFF) oR RECOVER

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BonDED MuLTI-PLY RoOF COVER

Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (Note 15)
System Deck P Barrier e p— mMbpP
asten ac| ac|
No. (Note 1) Type Attach Type Type Base PI Pl Cap Pl (psf)
P (Note 11) Note 15 P (Note 6,7,8) P (Note 6,7,8) & & Py
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Plywood, (B;tJaF:;n;lstlc
APA rated, BURmaZt'ic 12 ga. x 3/8-
32/16, inch head 9-inch o.c. at 2- . .
Exposure Glass Ply - diameter inch laps and 9- flig, L-inch
. F;Sl 28Ib, R e ‘C’ . Trisotech G, Min. 0.125-inch Bp-cAs | (Optional) | TPOFBPEBATF,
W-71 1’5/32’ BURmastic sha:k roofii three i3.) SBS-CA5 Trisotech CGF, LRFIA or TremBoard AC or min. LRFIA or or SBS- BP?CAS or TPOFB-PSFA or 45.0
' Composite . g ! or SBS-TA | Trisotech, GAF LRFIA(BG) 0.25-inch SECUROCK LRFIA(BG) TPOFB-TLRA (4- :
category; nails through equally spaced, . CA5 SBS-CA5 .
” Ply HT, EnergyGuard Gypsum-Fiber Roof Board inch o.c.)
24” span . 32ga.x1- staggered N .
BURmastic . ) Polyiso Insulation
(new or . 5/8-inch dia. center rows
Composite .
reroof tin caps
only) Ply
v Premium
0SB, APA
rated, BURmastic Trufast Versa 6-inch o.c. at 4- . !
24/16, Composite Fastener & inch lap and 6- Min. 1-inch
Exposure Plate; 2 X Trisotech G, . TPOFB-PEBATF,
.C. . L . . L BP-
1,PS2, Py HTor | rews per inch o.ggat SBS-CA5 | Trisotech CGF, RFIA or Min. 0.5-inch securock | “RFIAOT P-CAS | (Optional) | 15nce pep o
W-72. BURmastic ; three (3), . LRFIA(BG), 6- ! LRFIA(BG), or SBS- BP-CA5 or -127.5
7/16 L plate installed or SBS-TA | Trisotech, GAF X Gypsum-Fiber Roof Board . TPOFB-TLRA (4-
Composite o equally spaced, inch o.c. 6-inch o.c. CA5 SBS-CAS5 X
category; 180° into the EnergyGuard inch o.c.)
” Ply staggered h .
24” span & . holes of the Polyiso Insulation
Premium center rows
blocked plate
48" o.c.
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
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TABLE 1E: WOOD DECKS — NEW CONSTRUCTION. REROOF (TeArR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, Bonpeb MuLTi-PLY Roor CoVER

Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (Note 15)
System Deck e Barrier e e mMbDP
asten ac| ac|
No. (Note 1) Type Attach Type Type Base Pl Pl Cap PI (psf)
= (Note 11) (Note 15) . (Note 6,7,8) e (Note 6,7,8) & & S
Plywood, ZlIJalz;n:lstlc
APA rated, y,' 12 ga. x 3/8-
BURmastic : :
32/16, Glass Ply — inch head 9-inch o.c. at 2- Min. 1-inch
Exposure 28 1b Y diameter inch laps and 9- Trisz;tech G Min. 0.125-inch TPOFB-HA,
1, PS1, L annular ring inch o.c. at SBS-CA6, . ! TremBoard AC or min. BP-CA6 (Optional) TPOFB-PEBATF,
BURmastic . Trisotech CGF, LRFIA or . LRFIA or
W-73. 15/32 Composite shank roofing | three (3), SBS-AA Trisotech. GAF LRFIA(BG) 0.25-inch DensDeck LRFIA(BG) or SBS- BP-CA6 or TPOFB-PSFA or -45.0
category; p nails through equally spaced, | or SBS-TA ! Prime or SECUROCK CA6 SBS-CA6 TPOFB-TLRA (4-
” Ply HT, EnergyGuard . .
24” span ) 32ga.x1- staggered . ) Gypsum-Fiber Roof Board inch o.c.)
BURmastic . . Polyiso Insulation
(new or R 5/8-inch dia. center rows
Composite K
reroof tin caps
only) Ply
Premium
0SB, APA
rated, BURmastic | UTastVersa | g ho.c. at4- o
24/16, . Fastener & . Min. 1-inch
Exposure Composite Plate: 2 inch lap and 6- Trisotech G TPOFB-HA,
1 ’F)’SZ Ply HT or screv(ls or inch o.c. at SBS-CA6, Trisotech Cé;F LRFIA or Min. 0.5-inch DensDeck LRFIA or BP-CA6 (Optional) TPOFB-PEBATF,
W-74. 7’/16 ’ BURmastic late installed three (3), SBS-AA Trisotech GAI‘: LRFIA(BG), 6- Prime or SECUROCK LRFIA(BG), or SBS- BP-CA6 or TPOFB-PSFA or -97.5
Composite P Y. equally spaced, | or SBS-TA ! inch o.c. Gypsum-Fiber Roof Board | 6-inch o.c. CA6 SBS-CA6 TPOFB-TLRA (4-
category; . 180° into the stageered EnergyGuard inch o.c.)
24” span & ¥ . holes of the E8 Polyiso Insulation o
Premium center rows
blocked plate
48" o.c.
HoT-ASPHALT OR THERMASTIC 80-APPLIED BASE PLY:
Plywood, BURmastic . . .
APA rated, Composite tlﬁél::l: OA"‘_:i'nacth 2/:; Lén::rSAF Min. 0.5-inch Structodek
32/16, Ply HT, N .gy . High Density Fiberboard hot asphalt . TPOFB-HA,
. lap and 16-inch Polyiso Insulation, hot asphalt or g R (Optional)
W-75 Exposure BURmastic Note 2 (#14 o.c.in two Nohe GAF EneravGuard THERMastic Roof Insulation or Min. or BP-AA or BP-AA oF TPOFB-PSFA or 525
' 1, PS1, Composite ONLY) e. t;all s e;ced Ultra or ni\:] 15- 80 0.25-inch DensDeck THERMastic SBS-AA SBS-AA TPOFB-TLRA (4- :
15/32 Ply qually spaced, ‘ rmin. % Prime or SECUROCK 80 inch o.c.)
category; Premium staggered inch Trisotech, Gypsum-Fiber Roof Board
” Eory; center rows Trisotech G vp
24” span
Plywood, BURmastic . . .
APA rated, Composite tlhz(::]cl: oz.lfi.nacth 2/:; l_énuc:rSAF Min. 0.5-inch Structodek
32/16, Ply HT, o &Y . High Density Fiberboard hot asphalt . TPOFB-HA,
. lap and 12-inch Polyiso Insulation, hot asphalt or . ) (Optional)
W-76 Exposure BURmastic Note 2 (#14 o.c.in two None GAF EneravGuard THERMastic Roof Insulation or Min. or BP-AA or BP-AA oF TPOFB-PSFA or -60.0
: 1, PS1, Composite ONLY) e' L’Ja” s aliced Ultra o nfxq 15- 80 0.25-inch DensDeck THERMastic | SBS-AA SBS-AA TPOFB-TLRA (4- :
15/32 Ply qually spaced, . rmin. % Prime or SECUROCK 80 inch o.c.)
. staggered inch Trisotech, .
category; Premium - Gypsum-Fiber Roof Board
24” span center rows Trisotech G
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NEmoO | etc.e
TABLE 1E: WOOD DECKS — NEW CONSTRUCTION. REROOF (TeEAR-OFF) oR RECOVER

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, Bonpeb MuLTi-PLY Roor CoVER

Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (Note 15)
System Deck e Barrier e e mMbDP
asten ac| ac|
No. (Note 1) Type Attach Type Type Base Pl Pl Cap Pl (psf)
b (Note 11) {Note 15) i (Note 6,7,8) s (Note 6,7,8) i i i
Plywood, BURmastic . .
APA rated, Composite 8-inch o.c. at 2/:; 1_IGn::rSAF Min. 0.5-inch Structodek
32/16, Ply HT, the 4-inch lap oo ii‘c” e ation hot asonalt or | High Density Fiberboard | hot asphalt (Optional) | TPOFB-HA,
W-77 Exposure BURmastic Note 2 (#14 and 8-inch o.c. None GA: Ener Guard, THERI\zastic Roof Insulation or Min. or BP-AA or BP’-)AA or TPOFB-PSFA or 75.0
© | 1,psy, Composite | ONLY) in three o 0.25-inch DensDeck THERMastic | SBS-AA TPOFB-TLRA (4- :
Ultra or min. 1.5- 80 R SBS-AA .
15/32 Ply staggered inch Trisotech Prime or SECUROCK 80 inch o.c.)
cat”egory; Premium center rows Trisotech G Gypsum-Fiber Roof Board
24” span
Plywood, . . .
APA rated, (B;:)J::;;Sftlg 8-inch o.c. at gﬂgégtén::rSAF
32/16, Ply HT, the 4—|r1ch lap Polyiso Insulation, hot asphalt or | Min. 0.25-inch DensDeck hot asphalt (Optional) TPOFB-HA,
Exposure ) Note 2 (#14 and 8-inch o.c. \ R or BP-AA or TPOFB-PSFA or
W-78. BURmastic X None GAF EnergyGuard THERMastic Prime or SECUROCK . BP-AA or -82.5
1, PS1, . ONLY) in three ; . THERMastic SBS-AA TPOFB-TLRA (4-
Composite Ultra or min. 1.5- 80 Gypsum-Fiber Roof Board SBS-AA .
15/32 staggered . . 80 inch o.c.)
category; Ply center rows inch Trisotech,
” ory; Premium Trisotech G
24” span
oo, | B
APA rated, v, 12 ga. x 3/8-
BURmastic . .
32/16, inch head 9-inch o.c. at 2- . .
Glass Ply — . . Min. 1-inch . .
Exposure diameter inch laps and 9- . Min. 0.125-inch
1, PS1 281, annular rin inch o.c. at Trisotech G, TremBoard AC or min (Optional) TPOFB-HA,
W-79 1’5/32' BURmastic shank roofii three (3) SBS-AA Trisotech CGF, LRFIA or 0.25-inch DensDeck ’ LRFIA or BP-AA or BPK—)AA or TPOFB-PSFA or 45.0
' Composite R g ! or SBS-TA | Trisotech, GAF LRFIA(BG) - LRFIA(BG) SBS-AA TPOFB-TLRA (4- !
category; nails through equally spaced, Prime or SECUROCK SBS-AA K
” Ply HT, EnergyGuard . incho.c.)
24" span . 32ga.x1- staggered . y Gypsum-Fiber Roof Board
BURmastic ) . Polyiso Insulation
(new or i 5/8-inch dia. center rows
Composite K
reroof Ply tin caps
only) Premium
0SB, APA
rated,
2
4/16, ) Trufast Versa !
Exposure BURmastic 6-inch o.c. at 4- . .
1, PS2 Composite Fasten g inch lap and 6 Min. L-inch
b Plate; 2 \ ) Trisotech G, ) ) ) TPOFB-HA,
7/16 Ply HT or ate inch o.c. at r!SO ec LRFIA or Min. 0.5-inch DensDeck LRFIA or (Optional)
. screws per SBS-AA Trisotech CGF, . BP-AA or TPOFB-PSFA or
W-80. category; BURmastic . three (3), . LRFIA(BG), 6- Prime or SECUROCK LRFIA(BG), BP-AA or -127.5
” . plate installed or SBS-TA | Trisotech, GAF . . R SBS-AA TPOFB-TLRA (4-
24” span & | Composite .. equally spaced, inch o.c. Gypsum-Fiber Roof Board | 6-inch o.c. SBS-AA X
180° into the EnergyGuard inch o.c.)
blocked Ply staggered . .
” . holes of the Polyiso Insulation
48" o.c; Premium late center rows
#10 P
screws, 6”
o.c.
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TABLE 1E: WOOD DECKS — NEW CONSTRUCTION. REROOF (TeArR-OFF) oR RECOVER

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, Bonpeb MuLTi-PLY Roor CoVER

NEmoO | etc.e

Anchor Sheet Vapor Base Insulation Top Insulation Roof Cover (Note 15)
System Deck e Barrier e e mMbDP
asten ac| ac|
No. (Note 1) Type Attach Type Type Base Pl Pl Cap PI (psf)
= (Note 11) (Note 15) . (Note 6,7,8) e (Note 6,7,8) & & S
TORCH APPLIED BASE PLY:
Plywood, glIJaI:?:lstlc
APA rated, y,' 12 ga. x 3/8-
BURmastic : .
32/16, Glass Ply — inch head 9-inch o.c. at 2- Min. 1-inch
Exposure 28 1b Y diameter inch laps and 9- Trisc.)tech G Min. 0.125-inch TPOFB-HA,
1, PS1, BURr;astic annular ring inch o.c. at SBS-CA6, Trisotech CéEF LRFIA o TremBoard AC or min. DRFIA o (Optional) TPOFB-PEBATF,
W-81. 15/32 Composite shank roofing | three (3), SBS-AA Trisotech GAI‘: LRFIA(BG) 0.25-inch DensDeck LRFIA(BG) SBS-TA SBFS)-TA TPOFB-PSFA or -45.0
category; . HF'JI' nails through equally spaced, | or SBS-TA Ener Gu’ard Prime or SECUROCK TPOFB-TLRA (4-
24” span vl ) 32ga.x1- staggered ‘gy ) Gypsum-Fiber Roof Board inch o.c.)
BURmastic ) . Polyiso Insulation
(new or . 5/8-inch dia. center rows
Composite K
reroof tin caps
only) Ply
y Premium
0SB, APA
rated, BURmastic | UTStVersa | g ho.c. at4- o
24/16, . Fastener & . Min. 1-inch
Exposure Composite Plate: 2 inch lap and 6- Trisotech G TPOFB-HA,
1 FF)’SZ Ply HT or screV\’/s or inch o.c. at SBS-AA Trisotech CéSF LRFIA or Min. 0.5-inch DensDeck LRFIA or (Optional) TPOFB-PEBATF,
W-82. Al BURmastic 5P three (3), . X LRFIA(BG), 6- | Prime or SECUROCK LRFIA(BG), SBS-TA P TPOFB-PSFA or -127.5
7/16 R plate installed or SBS-TA | Trisotech, GAF X n . SBS-TA
Composite Y. equally spaced, inch o.c. Gypsum-Fiber Roof Board | 6-inch o.c. TPOFB-TLRA (4-
category; . 180° into the staggered EnergyGuard inch o.c.)
24” span & Vo holes of the €8 Polyiso Insulation e
Premium center rows
blocked plate
48" o.c.
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NEmoO | etc.e
TABLE 1F: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED SINGLE-PLY ROOF COVER

) Top Insulation Layer
System Deck (Note 1 Base Insulation Layer pe— Roof Cover MDP
No. {Note1) Note 3, Note 13 ac Note 15 (psf)
( Note 13) Type Fasteners (Note 11) Note 17 (Note 15)
TREMPLY TPO:
Plywood, APA rated, .
W-83. 32/16, Exposure 1, PS1, (Optlonal). On.e or more layers, Min. 1.5-inch GAF EnergyGuard Polyiso Insulation Note 2 (#14 Fastener only) Lper2.7 | TPO-BAor -37.5*%
15/32 category; 24” span any combination ft? TPO-BALV3
Plywood, APA rated .
! ! | | 1 2.7 TPO-BA
W-84. 32/16, Exposure 1, PS1, (Optiona ).On? or more fayers, Min. 2-inch GAF EnergyGuard Polyiso Insulation Note 2 (#14 Fastener only) per2 © or -45.0*
15/32 category; 24” span any combination \ ft TPO-BALV3
Plywood, APA rated, . . . . '
W-85. 32/16, Exposure 1, PS1, (Optlonal). On.e or more layers, | Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber Note 2 (#14 Fastener only) 1lper2.7 | TPO-BAor -45.0*
15/32 category; 24” span any combination Roof Board E— ft? TPO-BALV3
Plywood, APA rated .
! ! | | 1 2. TPO-BA
W-86. 32/16, Exposure 1, PS1, (Optiona ).On? or more fayers, Min. 1.5-inch GAF EnergyGuard Polyiso Insulation Note 2 (#14 Fastener only) per2 0 © or -45.0*
15/32 category; 24” span any combination I ft TPO-BALV3
Plywood, APA rated, .
W-87. 32/16, Exposure 1, PS1, (Optlonal). On.e or more layers, Min. 1.5-inch GAF EnergyGuard Polyiso Insulation Note 2 ! per21.8 TPO-BA or -52.5
15/32 category; 24” span any combination E— ft TPO-BALV3
Plywood, APA rated, .
W-g8. | 32/16, Exposure 1, ps1, | (OPtionall One ormorelayers, |y 6 56 o e pensbeck Prime Note 2 lperl8 | TPO-BAor -52.5
15/32 category; 24” span any combination ft TPO-BALV3
Plywood, APA rated, .
W-89. | 32/16, Exposure 1, ps1, | \OPtional Oneormorelayers, |\ o5 inch SECUROCK Gypsum-Fiber Roof Board Note 2 Lper1.8 | TPO-BAor -60.0
15/32 category; 24” span any combination ft TPO-BALV3
Plywood, APA rated .
! ! | | 1 1. TPO-BA
W-90. 32/16, Exposure 1, PS1, (Optiona )_On? or more fayers, Min. 1.5-inch GAF EnergyGuard Polyiso Insulation Note 2 perz 6 © or -60.0
15/32 category; 24” span any combination — ft TPO-BALV3
Plywood, APA rated .
! ! Opt 1) O | 1 13 TPO-BA
W-9L | 32/16, Exposure 1, ps1, | \OPtionall Oneormorelayers, |\ 4 5 i GAF EnergyGuard Polyiso Insulation Note 2 (#14 Fastener only) per o -60.0
15/32 category; 24” span any combination ft TPO-BALV3
TREMPLY TPO FB:
Plywood, APA rated, . . . . . . I
W-92. 48/24, Exposure 1, PS1, M!n. 1.5-inch Trisotech G, Min. 1—I|nch Structodek High Density Fiberboard Roof See Note 2 1 perZZ.O TPOFB-HA -45.0%
23/32 category; 24” span Trisotech Insulation — ft
Plywood, APA rated Tremco #1410 Fasteners with Tremco
! ! Opti 1) O | isc Ril in. 1 1.8
W-93, | 40/20, Exposure 1, ps1, | \OPtional Oneormorelayers, |\ 5 e SECUROCK Gypsum-Fiber Roof Board Disc Ribbed 3 in. Stee Stress Plates or | 1 per TPOFB-HA -60.0
. any combination Tremco #14 HD with Tremco 3” Metal ft
19/32 category; 24” span Insulation Plate
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NEmoO | etc.e
TABLE 1F: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED SINGLE-PLY ROOF COVER

Top Insulation Layer

System Deck (Note 1 Base Insulation Layer Roof Cover MDP
No. (Note 3, Note 13) Type Fasteners (Note 11) HEEL Note 15 (psf)
(Note 17)

Plywood, APA rated,

(Optional) One or more layers, Tremco #14 HD with Tremco 3” Metal 1perl.3

W-94. 40/20, Exposure 1, PS1, N Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board X TPOFB-HA -82.5
” any combination Insulation Plate ft2
19/32 category; 24” span
TREMPLY TPO FB APPLIED IN POWERPLY ENDURE BIO ADHESIVE TF:
Plywood, APA rated .
! ! One or more layers, any ) Tremco #12 DP or #14HD with 1per2.3 | TPOFB- "
W-95. 48/24, Exposure 1, PS1, combination, loose laid 0.625-inch ACFoam HD CoverBoard-FR Tremco 3” Metal Insulation Plate ft? PEBATF 45.0

23/32 category; 24” span
Plywood, APA rated,

(Optional) One or more layers, | Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber lper2.0 | TPOFB-

W-96. 2/16,E 1, PS1 Note 2 -67.
% 32/16, Exposure - 51, any combination, loose laid Roof Board mote < ft2 PEBATF 675
15/32 category; 24” span
TREMPLY TPO FB APPLIED IN TREMCO PSF ADHESIVE:
Plywood, APA rated .
! ! | T #12 DP or #14HD h 1 2. TPOFB-
W-97. | 48/24, Exposure 1, ps1, | One or more layers, any 0.625-inch ACFoam HD CoverBoard-FR remco #12 DP or #14HD wit per 2.3 °© -45.0%
” combination, loose laid Tremco 3” Metal Insulation Plate ft PEBATF
23/32 category; 24” span
W-08. glzy/"\llzl()g’(::srrztidl;ﬂ, (Optional). On.e or more Iayers, Min. 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber Note 2 1 per22 0 TPOFB-PSFA 675
any combination, loose laid Roof Board — ft

15/32 category; 24” span

TABLE 1G: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED MULTI-PLY ROOF COVER

Base Insulation Top Insulation Layer Roof Cover (Note 15
System Deck (Note 1) Layer Attach MpP
ac
b f
No. (Note 3, Note 13) Type Fasteners (Note 11) Note 17 Base Ply Ply Cap Ply (psf)
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Plywood, APA rated, 32/16, One or more layers, . TPOFB-PEBATF,
Exposure 1, PS1, 15/32 N . Trufast Versa Fastener & Plate; 4 (Optional)
any combination, . . : . 1 per4.0 BP-CAS5 or TPOFB-PSFA or %
W-99. category or OSB, APA rated, . . Min. 0.125-inch TremBoard AC | screws per plate installed in square BP-CAS or -30.0
min. 1-inch total ft? SBS-CA5 TPOFB-TLRA (4-
24/16, Exposure 1, PS2, 7/16 . X pattern* SBS-CA5 .
" thickness, loose laid inch o.c.)
category; 24” span
Plywood, APA rated, 32/16,
B-PEB
Exposure 1, PS1, 15/32 R mgre |.ayers, Min. 0.25-inch TremBoard AC Trufast Versa Fastener & Plate; 4 (Optional) TPOFB-PEBATF,
any combination, R . . . 1 per4.0 BP-CA5 or TPOFB-PSFA or
W-100. category or OSB, APA rated, . . or min. 0.5-inch SECUROCK screws per plate installed in square ) BP-CAS or -37.5*
min. 1-inch total . ft SBS-CA5 TPOFB-TLRA (4-
24/16, Exposure 1, PS2, 7/16 . . Gypsum-Fiber Roof Board pattern* SBS-CA5 .
" thickness, loose laid inch o.c.)
category; 24” span
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ PEER-TRM-007.A.R6 for FL22216-R6 (NON-HVHZ)
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TABLE 1G: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

Base Insulation Top Insulation Layer Roof Cover (Note 15)
System Deck (Note 1) Layer Attach MDP
No. {Note 3, Note 13) Type Fasteners (Note 11) Mg Base Ply Ply Cap Ply (psf)
Plywood, APA rated, 32/16, (Optional) One or TPOEB-PEBATE
Exposure 1, PS1, 15/32 more layers, any Min. 0.125-inch TremBoard AC | Trufast Versa Fastener & Plate; 2 1 per 2.9 BP-CAS or (Optional) TPOFB-PSFA or'
W-101. category or OSB, APA rated, combination, min. or min. 0.5-inch SECUROCK screws per plate installed 180° into pf Q BP-CAS5 or -37.5%
24/16, Exposure 1, PS2, 7/16 | 1-inch total Gypsum-Fiber Roof Board the holes of the plate* t NRS-CAS SBS-CA5 TPOFB-TLRA (4-
category; 24” span thickness, loose laid inch o.c.)
Plywood, APA rated, 32/16, (Optional) One or TPOFB-PEBATE
Exposure 1, PS1, 15/32 more layers, any Min. 0.125-inch TremBoard AC | Trufast Versa Fastener & Plate; 2 (Optional) !
- - . . . .. 1per2.1 BP-CAS or TPOFB-PSFA or
W-102. category or OSB, APA rated, combination, min. or min. 0.5-inch SECUROCK screws per plate installed 180° into 2 SBS-CAS BP-CAS5 or TPOFB-TLRA (4- -45.0*
24/16, Exposure 1, PS2, 7/16 1-inch total Gypsum-Fiber Roof Board the holes of the plate* SBS-CA5 .
category; 24” span thickness, loose laid inch o.c.)
Min. 0.25-inch DenDeck,
DensDeck Prime, DEXcell FA
Plywood, APA rated, 32/16, One or mc.Jre I.ayers, Glass Mat Roof Board or (Optional) TPOFB-PEBATF,
W-103. Exposure 1, PS1, 15/32 an.y coml:.unatlon, SECUROCK Gypsum-Fiber Roof Note 2 (min. #14 fasteners only) 1per2.0 BP-CAS or BP-CA5S or TPOFB-PSFA or -60.0
” min. 1.5-inch total R . A Wl ft? SBS-CA5 TPOFB-TLRA (4-
category; 24” span thickness. loose laid Board or min. 0.5-inch SBS-CA5 inch o.c.)
! Structodek HD with Primed o
Red Coating
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Plywood, APA rated, 32/16, One or more layers TPOFB-HA,
Exposure 1, PS1, 15/32 any combination ! Trufast Versa Fastener & Plate; 4 1per 4.0 BP-CA6 or (Optional) TPOFB-PEBATF,
W-104. category or OSB, APA rated, . . ! Min. 0.125-inch TremBoard AC | screws per plate installed in square 5y BP-CA6 or TPOFB-PSFA or -30.0*
24/16, Exposure 1, P52, 7/16 | M- Tinchtotal pattern* ft SBSCAG | spscas TPOFB-TLRA (4-
b thickness, loose laid .
category; 24” span inch o.c.)
Plywood, APA rated, 32/16, One or more layers TPOFB-HA,
Exposure 1, PS1, 15/32 any combination ! Min. 0.25-inch TremBoard AC Trufast Versa Fastener & Plate; 4 1per 4.0 BP-CAG or (Optional) TPOFB-PEBATF,
W-105. category or OSB, APA rated, . . ! or min. 0.5-inch SECUROCK screws per plate installed in square , BP-CA6 or TPOFB-PSFA or -37.5%
24/16, Exposure 1, PS2, 7/16 | Min-binchtotal o Fiber Roof Board pattern* ft SBS-CAE | sps.cae TPOFB-TLRA (4-
) thickness, loose laid .
category; 24” span inch o.c.)
Plywood, APA rated, 32/16, (Optional) One or TPOFB-HA,
Exposure 1, PS1, 15/32 more layers, any Min. 0.125-inch TremBoard AC | Trufast Versa Fastener & Plate; 2 1per2.9 BP-CAG or (Optional) TPOFB-PEBATF,
W-106. category or OSB, APA rated, combination, min. or min. 0.5-inch SECUROCK screws per plate installed 180° into pftz ’ SBS-CAG BP-CA6 or TPOFB-PSFA or -37.5%
24/16, Exposure 1, PS2, 7/16 1-inch total Gypsum-Fiber Roof Board the holes of the plate* - SBS-CA6 TPOFB-TLRA (4-
category; 24” span thickness, loose laid inch o.c.)
Plywood, APA rated, 32/16, (Optional) One or TPOFB-HA,
Exposure 1, PS1, 15/32 more layers, any Min. 0.125-inch TremBoard AC | Trufast Versa Fastener & Plate; 2 1per2.1 BP-CAG or (Optional) TPOFB-PEBATF,
W-107. category or OSB, APA rated, combination, min. or min. 0.5-inch SECUROCK screws per plate installed 180° into pf , SBS-CAG BP-CA6 or TPOFB-PSFA or -45.0*
24/16, Exposure 1, PS2, 7/16 1-inch total Gypsum-Fiber Roof Board the holes of the plate* t ; SBS-CA6 TPOFB-TLRA (4-
category; 24” span thickness, loose laid inch o.c.)
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TABLE 1G: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

Base Insulation Top Insulation Layer Roof Cover (Note 15)
S Deck (Note 1) Layer Attach ——
No. ac f
o (Note 3, Note 13) Type Fasteners (Note 11) Note 17 Base Ply Ply Cap Ply (psf)
HOT-ASPHALT OR THERMASTIC 80-APPLIED BASE PLY:
Plywood, APA rated, 32/16
! y ’ | TPOFB-HA,
Exposure 1, PS1, 15/32 One or mc?re .ayers, Trufast Versa Fastener & Plate; 4 (Optional) © '
any combination, . . . . 1 per4.0 BP-AA or TPOFB-PSFA or
W-108. category or OSB, APA rated, . . Min. 0.125-inch TremBoard AC | screws per plate installed in square BP-AA or -30.0*
min. 1-inch total ft? SBS-AA TPOFB-TLRA (4-
24/16, Exposure 1, PS2, 7/16 . . pattern* SBS-AA .
\ thickness, loose laid inch o.c.)
category; 24” span
Plywood, APA rated, 32/16
4 , ’ | TPOFB-HA,
Exposure 1, PS1, 15/32 One or mc?re .ayers, Trufast Versa Fastener & Plate; 4 (Optional) © '
any combination, . . . . 1per4.0 BP-AA or TPOFB-PSFA or
W-109. category or OSB, APA rated, . . Min. 0.25-inch TremBoard AC screws per plate installed in square BP-AA or -37.5%
min. 1-inch total ft2 SBS-AA TPOFB-TLRA (4-
24/16, Exposure 1, PS2, 7/16 . . pattern* SBS-AA .
\ thickness, loose laid inch o.c.)
category; 24” span
Plywood, APA rated, 32/16, (Optional) One or TPOFB-HA
Exposure 1, PS1, 15/32 more layers, any Trufast Versa Fastener & Plate; 2 1per2.9 BP-AA or (Optional) TPOFB-PSF’A or
W-110. category or OSB, APA rated, combination, min. Min. 0.125-inch TremBoard AC | screws per plate installed 180° into pftz ’ SBS-AA BP-AA or TPOFB-TLRA (4- -37.5%
24/16, Exposure 1, PS2, 7/16 1-inch total the holes of the plate* SBS-AA .
W . . inch o.c.)
category; 24” span thickness, loose laid
Plywood, APA rated, 32/16, (Optional) One or TPOFB-HA
Exposure 1, PS1, 15/32 more layers, any Trufast Versa Fastener & Plate; 2 1per2.1 BP-AA or (Optional) TPOFB-PSF’A or
W-111. category or OSB, APA rated, combination, min. Min. 0.125-inch TremBoard AC | screws per plate installed 180° into pftZ ’ SBS-AA BP-AA or TPOFB-TLRA (4- -45.0*
24/16, Exposure 1, PS2, 7/16 1-inch total the holes of the plate* SBS-AA inch o.c.)
category; 24” span thickness, loose laid o
. . . . > . TPOFB-HA,
Plywood, APA rated, 48/24, M!n. 1.5-inch Min. '1-|n.ch Structodek High 1 per 2.0 BP-AA oF (Optional) TPOFB-PSFA or
W-112. Exposure 1, PS1, 23/32 Trisotech G, Density Fiberboard Roof See Note 2 R BP-AA or -45.0*
” . . ft SBS-AA TPOFB-TLRA (4-
category; 24” span Trisotech Insulation SBS-AA .
inch o.c.)
Tremco #1410 Fasteners with TPOFB-HA,
2 i i ’
W13 FE’)'(V"(")‘S’SEE ?Pssrlatleg;;f/ 0. (rg(’)’rt:’l';agr?”:n” Min. 0.25-inch SECUROCK Tremco Disc Ribbed 3 in. Steel Stress | 1per1.8 | BP-AAor g’_’::lar” TPOFB-PSFA or 600
: P 7oL layers, any Gypsum-Fiber Roof Board Plates or Tremco #14 HD with ft2 SBS-AA TPOFB-TLRA (4- :
category; 24” span combination ” . SBS-AA .
Tremco 3” Metal Insulation Plate inch o.c.)
Min. 0.25-inch DenDeck,
DensDeck Prime, DEXcell FA
(0] | ’ TPOFB-HA,
Plywood, APA rated, 32/16, a:ecczrmn;?;ztii\:]ers, Glass Mat Roof Board or 1per 2.0 BP-AA of (Optional) TPOFB-PSF’A o
W-114. Exposure 1, PS1, 15/32 'y ) ! SECUROCK Gypsum-Fiber Roof | Note 2 (min. #14 fasteners only) per & BP-AA or -60.0
” min. 1.5-inch total R . ft2 SBS-AA TPOFB-TLRA (4-
category; 24” span thickness. loose laid Board or min. 0.5-inch SBS-AA inch o.c.)
! Structodek HD with Primed o
Red Coating

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ
TremPly® TPO Roof Systems; (800) 562-2728
TOP OF APPENDIX

PEER-TRM-007.A.R6 for FL22216-R6 (NON-HVHZ)

Revision 6: 12/14/2025
Appendix 1, Page 29 of 135



TABLE 1G: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

Base Insulation Top Insulation Layer Roof Cover (Note 15)
Y Deck (Note 1) Layer Attach MDP
No. aC f
0. (Note 3, Note 13) Type Fasteners (Note 11) —— Base Ply Ply Cap Ply (psf)
. . TPOFB-HA,
WAl :)'(y"‘;‘:jfe /:P:srlatfg;:zo/ 20 igg:g’l';agrsnaenm Min. 0.25-inch SECUROCK Tremco #14 HD with Tremco 3” l1per13 | BP-AAor (BOP’_’:\'Z'::’;') TPOFB-PSFA or 825
’ P o [avers, any Gypsum-Fiber Roof Board Metal Insulation Plate ft2 SBS-AA TPOFB-TLRA (4- :
category; 24” span combination SBS-AA .
inch o.c.)
TORCH-APPLIED BASE PLY:
Plywood, APA rated, 32/16, One or more lavers o o
Exposure 1, PS1, 15/32 an combinatio&; ’ Trufast Versa Fastener & Plate; 4 boer 4.0 (Optional) ;EB;TB;H%”;P:BFB_
W-116. category or OSB, APA rated, mi\r: L-inch totall Min. 0.125-inch TremBoard AC | screws per plate installed in square pftz ’ SBS-TA SBZ-TA PSEA or,TPOFB— -30.0*
24/16, E 1,PS2,7/1 - * )
/16, xpos"ure +PS2,7/16 thickness, loose laid pattern TLRA (4-inch o.c.)
category; 24” span
Plywood, APA rated, 32/16, One or more lavers o o
Exposure 1, PS1, 15/32 an combinatio&; ’ Min. 0.25-inch TremBoard AC Trufast Versa Fastener & Plate; 4 1 per 4.0 (Optional) ;EB;TB;H%”;P:BFB_
W-117. category or OSB, APA rated, mi\rlm L-inch totall or min. 0.5-inch SECUROCK screws per plate installed in square pftz ’ SBS-TA SBg TA PSEA or,TPOFB -37.5%
. - _Fi * = -
24/16, Expos"ure 1, PS2,7/16 thickness, loose laid Gypsum-Fiber Roof Board pattern TLRA (4-inch o.c.)
category; 24” span
Plywood, APA rated, 32/16, (Optional) One or
. . TPOFB-HA, TPOFB-
Exposure 1, PS1, 15/32 more layers, any Min. 0.125-inch TremBoard AC | Trufast Versa Fastener & Plate; 2 1 per 2.9 (Optional) PEBATF. TPOFB
W-118. category or OSB, APA rated, combination, min. or min. 0.5-inch SECUROCK screws per plate installed 180° into pftz ' SBS-TA SBFS)-TA PSEA or’TPOFB_ -37.5*
24/16, Exposure 1, PS2, 7/16 1-inch total Gypsum-Fiber Roof Board the holes of the plate* TLRA (4-inch o.c.)
category; 24” span thickness, loose laid
Plywood, APA rated, 32/16, (Optional) One or
. . TPOFB-HA, TPOFB-
Exposure 1, PS1, 15/32 more layers, any Min. 0.125-inch TremBoard AC | Trufast Versa Fastener & Plate; 2 1per2.1 (Optional) PEBATE. TPOFB
W-119. category or OSB, APA rated, combination, min. or min. 0.5-inch SECUROCK screws per plate installed 180° into pftz ’ SBS-TA SBZ—TA PSEA or’TPOFB- -45.0*
24/16, Exposure 1, PS2, 7/16 1-inch total Gypsum-Fiber Roof Board the holes of the plate* TLRA (4-inch o.c.)
category; 24” span thickness, loose laid -
TABLE 1H: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) OR RECOVER
SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER
System Deck Insulation Attachment MDP
Roof Cover o
No. (Note 1) (Note 3, Note 13) Fasteners (Note 11) Spacing (psf)
Pl d, APA rated
ywood, rated, One or more layers, Dekfast DF-#15-PH3 with SFS isoweld® 1 per 2.7 ft> (12 parts per 4 x 8 ft board) TremPly TPO induction welded
W-120. 32/16, Exposure 1, PSL, | " ination F1-P-6.8-TPO Plates (Note 17) using SFS isoweld® 3000 tool 375
15/32 category; 24” span v : ote g .
Plywood, APA rated . . . .
! ! One or more layers Dekfast DF-#15-PH3 with SFS isoweld® . TremPly TPO induction welded
- . 32/16, E 1, PS1, . ! .0 ft? . . -45.0*
LAt / Xposure ” any combination F1-P-6.8-TPO Plates 1per4.0ft* (2x 2 ftgrid) using SFS isoweld® 3000 tool. 45.0
15/32 category; 24” span
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TABLE 11: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE D-1: MECHANICALLY ATTACHED ROOF COVER

NEmMO | etc.e

Insulation (Note 3, Note
Roof Cover
System Deck 13) MDP
No. (Note 1) Attach sf
Type Note 5 Membrane Fasteners (Note 11) Attachment
0SB, APA rated, 32/16, Exposure
1, PS2, 15/32 category, Plywood, | One or more prelim Trempl 6-inch o.c. within 6-inch wide laps
W-122. APA rated, 32/16, Exposure 1, layers, any attach. TPO 4 Tremco #15 EHD with Tremco 2.4” Barbed Seam Plate spaced 114-inch o.c. and sealed -30.0
PS1, 15/32 category or 1-inch combination with a 1.5-inch heat weld.
wood plank; 24” span
ional
Plywood, APA rated, 40/20, g}fﬁ:;zre prelim Trempl 6-inch o.c. within 5-inch wide laps
W-123. Exposure 1, PS1, 19/32 category; ! v Tremco #14 HD or #15 EHD with Tremco 2.4” Barbed Seam Plate spaced 55-inch o.c. and sealed -52.5
” layers, any attach TPO A .
24" span L with a 1.75-inch heat weld.
combination
Versa-Fast Fasteners and Plates: Three (3) Versa-Fast Fasteners of
sufficient length for fully penetration through the plywood deck, installed
in a triangular configutaion in the Versa-Fast Plate, with the short size of
the triagle adjacent to, and parallel with, the heat-welded seam.
6-inch o.c. within 5-inch wide laps
Plywood, APA rated, 40/20, One or more . X
W-124 £ 1, PS1, 19/32 cat L Prelim. TremPly spaced 90-inch o.c. and sealed 525
e xeosure T catesory; avers, any attach TPO with a 1.5-inch heat weld. e
24” span combination
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TABLE 1J: WOOD DECKS —NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

Base Sheet Roof Cover (Note 15)
System Deck . MDP
No. Note 1 B asteners Attach Base PI Pl PI (psf)
(Note 1) ase S ttacl ase Ply y Cap Ply
HOT-ASPHALT OR THERMASTIC 80-APPLIED BASE PLY:
Plywood, APA rated, 32/16, . . . 16-inch o.c. at 4-inch laps and 16~ . TPOFB-HA, TPOFB-
W-125. | Exposure 1, PS1, 15/32 BURmastic Composite Ply HT, BURmastic Note 2 (#14 ONLY) | inch o.c. in two, equally spaced, BP-AA or SBS- | (Optional) BP- | ooy o oo 525
” Composite Ply Green AA AA or SBS-AA .
category; 24” span staggered center rows TLRA (4-inch o.c.)
Plywood, APA rated, 32/16 . . . 12-inch o.c. at 4-inch laps and 12- . TPOFB-HA, TPOFB-
! y ’ BUR Ply HT, BUR BP-AA BS- 1) BP- !
W-126. | Exposure 1, PS1, 15/32 URmastic Composite Ply HT, BURmastic Note 2 (#14 ONLY) | inch o.c. in two, equally spaced, or SBS- | (Optional) PSFA or TPOFB- -60.0
” Composite Ply Green AA AA or SBS-AA .
category; 24” span staggered center rows TLRA (4-inch o.c.)
Plywood, APA rated, 32/16, . . . 8-inch o.c. at 4-inch laps and 8-inch . TPOFB-HA, TPOFB-
W-127. | Exposure 1, PS1, 15/32 BURmastic Composite Ply HT, BURmastic Note 2 (#14 ONLY) | o.c. in three, equally spaced, BP-AA or SBS- | (Optional) BP- | ooy o oo -97.5
” Composite Ply Green AA AA or SBS-AA .
category; 24” span staggered center rows TLRA (4-inch o.c.)
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TABLE 2A: STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED SINGLE-PLY ROOF COVER

REFER TO NOTE 16B FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation (Note 3) Top Ination
System Deck (Note 1) e e Roof Cover MDP
ac ac
No. Type Type (Note 15) (psf)
P (Notes 6,7,8) P (Notes 6,7,8)
TREMPLY TPO:
Additi 11 lation L : i 1) Min. 1-inch - -
. LRFIA or LRFIA(BG), ddltilona r.\su ation Layer(s): (Optional) Min. 1-inc TPO-BA, TPO
o1 Min. 22 ga., type Min. 1.5-inch Trisotech G 12-inch o.c. (ever base insulation LRFIA or WBBA, TPO- 525
’ B, Grade 40 steel T - v Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof | LRFIA(BG) LVBA or TPO- ’
other deck flange) e
Board BALV3
Additi 11 lation L : i 1) Min. 1-inch - -
Min. 22 ga. type LRFIABG) 12-nch | Lo aenaversl (Oprens Hin. e Wabk, TP0-
-2. ' " in. 1.5-i i i .C. h ! -52.
52 | B Grade 40 steel | Min- 1:5-inch Trisotech CGF or Trisotech o.c. (every other Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof | - A(BG) LVBA or TPO- 525
deck flange) .
Board BALV3
3. | B Grade 40 steel | Min- 1:5-inch Trisotech CGF (every other dec Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof | -1 LVBA or TPO- 525
flange) ——
Board BALV3
' LRFIA or LRFIA(BG), Addlt.lonal Ir)sulatlon Layer(s): (Optional) Min. 1-inch TPO-BA, TPO-
s Min. 22 ga., type Min. 2-inch Trisotech G 12-inch o.c. (ever base insulation LRFIA or WBBA, TPO- -60.0
’ B, Grade 40 steel ' N y Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof | LRFIA(BG) LVBA or TPO- ’
other deck flange) e
Board BALV3
5 B, Grade 40 steel Min. 2-inch Trisotech CGF or Trisotech o-c. (every other Coverboard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof LRFIA(BG) LVBA or TPO- 60.0
deck flange) -
Board BALV3
56 | B Grade 40steel | MM 2-inch Trisotech CGF (every otherdeck | - thoard: Min. 0.5-inch SECUROCK Gypsum-Fiber Roof | > LVBA or TPO- 600
flange) T
Board BALV3
TREMPLY TPO FB APPLIED IN POWERPLY ENDURE BIO ADHESIVE TF:
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga. tvpe Min. 2-inch Trisotech G, Trisotech CGF, Trisotech or LRFIA (every other base insulation
S-7. B G.radeg46 stel Styrofoam Brand Roofmate, Highload 60 or deck flan e;/ Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK LRFIA TPOFB-PEBATF -60.0
! Plazamate g Gypsum-Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga. tvpe Min. 2-inch Trisotech G, Trisotech CGF, Trisotech or LRFIA(BG) (ever base insulation
S-8. B G.radeg46 stel Styrofoam Brand Roofmate, Highload 60 or other deck flan ye) Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK LRFIA(BG) TPOFB-PEBATF -60.0
’ Plazamate g Gypsum-Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof Board
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TABLE 2A: STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED SINGLE-PLY ROOF COVER

REFER TO NOTE 16B FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation (Note 3) Top Insulation
Sy:ltc:zm Deck (Note 1) Attach Attach R(:Iofth;\;e)r NLS
) Type (Notes 6,7,8) Type (Notes 6,7,8) € >
Min. 22 ga., type Min. 1.5-inch Trisotech G, Trisotech CGF, Trisotech or | LRFIA or LRFIA(BG) Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Board or LRFIA or
S-9. ' ” Styrofoam Brand Roofmate, Highload 60 or (every other deck SECUROCK Cement Roof Board or min. 7/16-inch DEXcell TPOFB-PEBATF -75.0
B, Grade 80 steel LFRIA(BG)
Plazamate flange) Cement Roof Board
s-10. Min. 22 ga., type Min. 0.25-inch DensDeck Prime or DEXcell FA Glass giilgoc:lj(z\ééff)’ None N/A TPOFB-PEBATE .82 5%
B, Grade 80 steel Mat Roof Board
deck flange)
Min. 22 ga, type | Min- 2-inch Trisotech G, Trisotech CGF, Trisotech or | LRFIA or LRFIA(BG) ﬁ:sd:i':;‘j!t?::'at'on Layer(s): (Optional) Min. 1-inch LRFIA or
S-11. ) ” Styrofoam Brand Roofmate, Highload 60 or (every other deck . . LRFIA(BG), 6- | TPOFB-PEBATF -82.5
B, Grade 40 steel Coverboard: Min. 0.25-inch DEXcell FA Glass Mat Roof )
Plazamate flange) O inch o.c.
Board
Min. 0.5-inch DensDeck, DensDeck Prime, DEXcell FA
Min. 22 ga., type Glass Mat Roof Board or SECUROCK Gypsum-Fiber LRFIA or LRFIA(BG), Min. 0.5-inch DensDeck Prime, DEXcell FA Glass Mat Roof | LRFIA or
S-12. B Grade 40’ steel Roof Board, min. 7/16-inch DEXcell Cement Roof 6-inch o.c. (every Board or SECUROCK Gypsum-Fiber Roof Board or min. LRFIA(BG), 6- | TPOFB-PEBATF -90.0*
’ Board and/or min. 1.5-inch Trisotech G, Trisotech deck flange) 7/16-inch DEXcell Cement Roof Board inch o.c.
CGF or Trisotech
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotech CGF, Trisotech or LRFIA or LRFIA(BG) base insulation LRFIA or
S-13. B Grade 40’ steel Styrofoam Brand Roofmate, Highload 60 or (every other deck Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK LRFIA(BG), 6- | TPOFB-PEBATF -97.5
’ Plazamate flange) Gypsum-Fiber Roof Board or SECUROCK Cement Roof inch o.c.
Board or min. 7/16-inch DEXcell Cement Roof Board
Min. 22 ga., type LRFIA or LRFIA(BG)
S-14. ! Min. 0.5-inch DensDeck Prime (every other deck None N/A TPOFB-PEBATF -112.5
B, Grade 40 steel
flange)
Min. 22 ga., type Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board, LRFIA or LRFIA(BG)
S-15. B Grade 40’ steel Min. 0.5-inch SECUROCK Cement Roof Board or min. (every other deck None N/A TPOFB-PEBATF -127.5
! 7/16-inch DEXcell Cement Roof Board flange)
TREMPLY TPO FB APPLIED IN TREMCO PSF ADHESIVE:
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type Min. 2-inch Trisotech G, Trisot'ech CGF, Trisotech or LRFIA (every other base insulation .
S-16. B. Grade 40 steel Styrofoam Brand Roofmate, Highload 60 or deck flange) Coverboard: Min. 0.5-inch DensDeck Prime or SECUROCK | LRFIA TPOFB-PSFA -60.0
’ Plazamate Gypsum-Fiber Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga., type Min. 2-inch Trisotech G, Trisotfech CGF, Trisotech or LRFIA(BG) (every base insulation
S-17. B Grade 40 steel Styrofoam Brand Roofmate, Highload 60 or other deck flange) Coverboard: Min. 0.5-inch DensDeck Prime or SECUROCK | LRFIA(BG) TPOFB-PSFA -60.0
’ Plazamate Gypsum-Fiber Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
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TABLE 2A: STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED SINGLE-PLY ROOF COVER

REFER TO NOTE 16B FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation (Note 3) Top Ination
System Deck (Note 1 Roof Cover MDP
No. Type Attach Type Attach (Note 15) (psf)
(Notes 6,7,8) (Notes 6,7,8)
s-18, | Min-22ga, type 21"r:;):c;i_rl:;Taﬁésgge:f};qi’tlrIlj?tslc:asig grnSOteCh > (L:\/F:;\ Oc:tt:iljﬁﬁ) Min. 0.5-inch SECUROCK Giggum-RigggRo Board R LRFIA or TPOFB-PSFA -75.0
* | B, Grade 80 steel v + e Y min. 7/16-inch DEXcell Cement Roof Board LFRIA(BG) :
Plazamate flange)
. . . . LRFIA or LRFIA(BG),
519, Min. 22 ga., type Min. 0.25-inch DensDeck Prime or DEXcell FA Glass 6-inch o.c. (every None N/A TPOFB-PSEA .82 5%
B, Grade 80 steel Mat Roof Board e
deck flange)
Min. 22 #a. tvoe | Min- 2-inch Trisotech G, Trisotech CGF, Trisotech or | LRFIA o LRFIA(BG) ﬁ:sd:i':;‘j!t?::'at'on Layer(s): (Optional) Min. 1-inch LRFIA or
S-20. - c<ga, yp Styrofoam Brand Roofmate, Highload 60 or (every other deck . . LRFIA(BG), 6- | TPOFB-PSFA -82.5
B, Grade 40 steel Coverboard: Min. 0.25-inch DEXcell FA Glass Mat Roof )
Plazamate flange) O inch o.c.
Board
Min. 0.5-inch DensDeck, DensDeck Prime, DEXcell FA
Min. 22 ga.. type Glass Mat Roof Board or SECUROCK Gypsum-Fiber LRFIA or LRFIA(BG), Min. 0.5-inch DensDeck Prime, DEXcell FA Glass Mat Roof | LRFIA or
S-21. B G.radeg46 szt';el Roof Board, min. 7/16-inch DEXcell Cement Roof 6-inch o.c. (every Board or SECUROCK Gypsum-Fiber Roof Board or min. LRFIA(BG), 6- | TPOFB-PSFA -90.0*
’ Board and/or min. 1.5-inch Trisotech G, Trisotech deck flange) 7/16-inch DEXcell Cement Roof Board inch o.c.
CGF or Trisotech
Additional Insulation Layer(s): (Optional) Min. 1-inch
Min. 22 ga.. type Min. 2-inch Trisotech G, Trisotech CGF, Trisotech or LRFIA or LRFIA(BG) base insulation LRFIA or
S-22. B G.radeg46 szsel Styrofoam Brand Roofmate, Highload 60 or (every other deck Coverboard: Min. 0.5-inch DensDeck Prime or SECUROCK | LRFIA(BG), 6- | TPOFB-PSFA -97.5
’ Plazamate flange) Gypsum-Fiber Roof Board or min. 7/16-inch DEXcell inch o.c.
Cement Roof Board
Min. 22 ga. type LRFIA or LRFIA(BG)
S-23. -c<ga., yp Min. 0.5-inch DensDeck Prime (every other deck None N/A TPOFB-PSFA -112.5
B, Grade 40 steel
flange)
. . . \ LRFIA or LRFIA(BG)
Min. 22 ga., type Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board,
5-24. B, Grade 40 steel or min. 7/16-inch DEXcell Cement Roof Board i:lv:grz)other deck None N/A TPOFB-PSFA 127.5
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NEmoO | etc.e

TABLE 2B: STEEL DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED SINGLE-PLY ROOF COVER
REFER TO NOTE 16B FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer oof Cover (Note 15)
System Deck e Attach MDP
ac ac
No. (Note 1) Type Type Base PI Pl Cap PI (psf)
P (Notes 6,7,8) P (Notes 6,7,8) v v pFlY
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 22 ga., Min. 1.5-inch Trisotech G, LRFIA or . . . . . . TPOFB-PEBATF,
type B, Trisotech CGF, Trisotech or LRFIA(BG), 12-inch | Additional Insulation Layer(s): (Optional) Min. Bp-cas or | (OPtional) | 1o ocp b or
S-25. 1-inch base insulation LRFIA or LRFIA(BG) BP-CA5 or -52.5
Grade 40 Styrofoam Brand Roofmate, o.c. (every other ) . SBS-CA5 TPOFB-TLRA (4-
. Coverboard: Min. 0.125-inch TremBoard AC SBS-CAS .
steel Highload 60 or Plazamate deck flange) inch o.c.)
Min. 22 ga., LRFIA or Additional Insulation Layer(s): (Optional) Min. Additional Layer(s): (Optional) TPOFB-PEBATF,
526 type B, Min. 2-inch Trisotech G, Trisotech LRFIA(BG), 12-inch | 1-inch base insulation LRFIA or LRFIA(BG) BP-CA5S or BPF—)CAS o TPOFB-PSFA or -60.0
: Grade 40 CGF, Trisotech o.c. (every other Coverboard: Min. 0.5-inch Structodek HD with Coverboard: LRFIA or | SBS-CA5 SBS-CAS TPOFB-TLRA (4- :
steel deck flange) Primed Red Coating LRFIA(BG), 6-inch o.c. inch o.c.)
Min. 22 ga., LRFIA or Additional Insulation Layer(s): (Optional) Min. Additional Layer(s): (Optional) TPOFB-PEBATF,
527 type B, Min. 2-inch Trisotech G, Trisotech LRFIA(BG), 12-inch | 1-inch base insulation LRFIA or LRFIA(BG) BP-CA5S or BPF—)CAS or TPOFB-PSFA or -60.0*
" | Grade 40 CGF, Trisotech o.c. (every other Coverboard: Min. 1-inch MonoBoard (no Coverboard: LRFIA or | SBS-CA5 SBS-CAS TPOFB-TLRA (4- '
steel deck flange) extrapolation permitted for ribbon attachment) | LRFIA(BG), 6-inch o.c. incho.c.)
Additi lation L. . i Min. -
Min. 22 ga., LRFIA or 1_C::Ictr:0;aas|::;§ua::t?2n ayer(s): (Optional) Min Additional Layer(s): (Optional) TPOFB-PEBATF,
B Min. 2-inch Tri h G, Tri h LRFIA(BG), 12-inch LRFIA or LRFIA(BG BP-CA TPOFB-PSFA
S-28. type 5, n |.nc risotech G, Trisotec (BG), 12-inc Coverboard: Min. 1-inch MonoBoard Plus or or (BG) CAS or BP-CAS5 or 0 SFA or -60.0*
Grade 40 CGF, Trisotech o.c. (every other TR . Coverboard: LRFIA or | SBS-CAS TPOFB-TLRA (4-
steel deck flange) Min. 2-inch TopRock DD Plus (no extrapolation WBG)G—inch o SBS-CAS5 inch 0.c.)
& permitted for ribbon attachment) ! h -
Additional Insulation Layer(s): (Optional) Min.
Min. 22 ga., Min. 2-inch Trisotech G, Trisotech LREIA. 124inch o.¢ 1-inch base insulation (Optional) TPOFB-PEBATF,
$-29 type B, CGF, Trisotech or Styrofoam Brand (ever’ other dec.k‘ Coverboard: Min. 0.5-inch DensDeck Prime, LREIA BP-CAS5 or BP’-)CAS o TPOFB-PSFA or -60.0
* | Grade 40 Roofmate, Highload 60 or flan Z) SECUROCK Gypsum-Fiber Roof Board or SBS-CA5 SBS-CAS TPOFB-TLRA (4- ’
steel Plazamate e SECUROCK Cement Roof Board or min. 7/16- inch o.c.)
inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min.
Min. 22 ga., Min. 2-inch Trisotech G, Trisotech . 1-inch base insulation . TPOFB-PEBATF,
530 type B, CGF, Trisotech or Styrofoam Brand IC",RCFI'(Z(VBEG")' itzr;:eanh Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG) BP-CAS or g%?g:;i': TPOFB-PSFA or -60.0
" | Grade 40 Roofmate, Highload 60 or d;ec'k flanye) SECUROCK Gypsum-Fiber Roof Board or SBS-CA5 SBS-CAS TPOFB-TLRA (4- ’
steel Plazamate g SECUROCK Cement Roof Board or min. 7/16- inch o.c.)
inch DEXcell Cement Roof Board
Min. 22 ga., M!n. 1.5-inch Trls.otech G, LRFIA or ' Min. 0.5-inch SECUROCK Gypsum-Fiber Roof (Optional) TPOFB-PEBATF,
type B, Trisotech CGF, Trisotech or LRFIA(BG), 12-inch ) BP-CAS or TPOFB-PSFA or
S-31. Board or SECUROCK Cement Roof Board or min. | LRFIA or LRFIA(BG) BP-CAS5 or -75.0
Grade 80 Styrofoam Brand Roofmate, o.c. (every other . SBS-CA5 TPOFB-TLRA (4-
. 7/16-inch DEXcell Cement Roof Board SBS-CA5 .
steel Highload 60 or Plazamate deck flange) inch o.c.)
Min. 22 ga., . . LRFIA or . TPOFB-PEBATF,
Min. 0.25-inch DensDeck, Deck . (Optional)
type B, . LRFIA(BG), 6-inch BP-CAS or y TPOFB-PSFA or ) "
S-32. Grade 80 Prime or DEXcell FA Glass Mat Roof o.c. (every deck None N/A SBS-CAS BP-CAS or TPOFB-TLRA (4- 82.5
Board SBS-CA5 .
steel flange) incho.c.)
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TABLE 2B: STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED SINGLE-PLY ROOF COVER
REFER TO NOTE 16B FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer oof Cover (Note 15)
System Deck e Attach MDP
ac ac
No. (Note 1) Type Type Base PI Pl Cap PI (psf)
P (Notes 6,7,8) P (Notes 6,7,8) v v pFlY
Min. 22 ga., Min. 2-inch Trisotech G, Trisotech LRFIA or Additional Insulation Layer(s): (Optional) Min. (Optional) TPOFB-PEBATF,
533 type B, CGF, Trisotech or Styrofoam Brand LRFIA(BG), 12-inch | 1-inch base insulation LRFIA or LRFIA(BG), BP-CA5S or BPF—)CAS or TPOFB-PSFA or .82 5%
" | Grade 40 Roofmate, Highload 60 or o.c. (every other Coverboard: Min. 0.25-inch DensDeck, Deck 6-inch o.c. SBS-CA5 SBS-CAS TPOFB-TLRA (4- ’
steel Plazamate deck flange) Prime or DEXcell FA Glass Mat Roof Board incho.c.)
Min. 22 ga., Min. 2-!nch Trisotech G, Trisotech LRFIA, 12-inch o.c. | Additional Insulation Layer(s): (Optional) Min. (Optional) TPOFB-PEBATF,
type B, CGF, Trisotech or Styrofoam Brand X - - . BP-CA5S or TPOFB-PSFA or
S-34. X (every other deck 1-inch base insulation LRFIA, 6-inch o.c. BP-CAS5 or -97.5
Grade 40 Roofmate, Highload 60 or i i . SBS-CA5 TPOFB-TLRA (4-
flange) Coverboard: Min. 0.5-inch DensDeck Prime SBS-CAS .
steel Plazamate —_— inch o.c.)
Additional Insulation Layer(s): (Optional) Min.
Min. 22 ga., Min. 2-inch Trisotech G, Trisotech LRFIA. 12-inch o.c 1-inch base insulation (Optional) TPOFB-PEBATF,
535 type B, CGF, Trisotech or Styrofoam Brand (ever’ other dec.k. Coverboard: Min. 0.5-inch SECUROCK Gypsum- LRFIA. 6-inch o.c BP-CAS5 or BPF—)CAS or TPOFB-PSFA or 975
: Grade 40 Roofmate, Highload 60 or flan Z) Fiber Roof Board or SECUROCK Cement Roof ! h SBS-CA5 SBS-CAS TPOFB-TLRA (4- :
steel Plazamate g Board or min. 7/16-inch DEXcell Cement Roof inch o.c.)
Board
Min. 22 ga., Min. 2—|.nch Trisotech G, Trisotech LRFIA(BG), 12-inch | Additional Insulation Layer(s): (Optional) Min. (Optional) TPOFB-PEBATF,
type B, CGF, Trisotech or Styrofoam Brand N - - . BP-CAS or TPOFB-PSFA or
S-36. ) o.c. (every other 1-inch base insulation LRFIA(BG), 6-inch o.c. BP-CAS or -97.5
Grade 40 Roofmate, Highload 60 or \ X . SBS-CA5 TPOFB-TLRA (4-
deck flange) Coverboard: Min. 0.5-inch DensDeck Prime SBS-CA5 X
steel Plazamate —_— inch o.c.)
Additional Insulation Layer(s): (Optional) Min.
Min. 22 ga., Min. 2-inch Trisotech G, Trisotech . 1-inch base insulation . TPOFB-PEBATF,
s.37. | typeB, CGF, Trisotech or Styrofoam Brand (L)RCFI(A;(\?S)' iﬁ;;ch Coverboard: Min. 0.5-inch SECUROCK Gypsum- LRFIA(BG), 6-inch o.c BP-CAS or g?,’_)(t:f;ill TPOFB-PSFA or 975
" | Grade 40 Roofmate, Highload 60 or - v Fiber Roof Board or SECUROCK Cement Roof ! " | SBS-CAS5 TPOFB-TLRA (4- ’
deck flange) K . SBS-CA5 .
steel Plazamate Board or min. 7/16-inch DEXcell Cement Roof incho.c.)
Board
Min. 22 ga., LRFIA or . TPOFB-PEBATF,
type B LRFIA(BG), 12-inch gp-casor | (PO | rones porn or
S-38. Grade 40 Min. 0.5-inch DensDeck Prime o.c. (every other None N/A SBS-CAS BP-CA5 or TPOFB-TLRA (4- -112.5
SBS-CA5 .
steel deck flange) inch o.c.)
wnzzga, | B SE LSOO e st | POTUPEBAT,
s-309. | tPeB SECUROCK Cement Roof Board or | R VA(BG), 12-inch N/A BP-CAS Or | gp casor | JPOFB-PSFAOr 1575
Grade 40 ; . o.c. (every other SBS-CA5 TPOFB-TLRA (4-
min. 7/16-inch DEXcell Cement SBS-CAS5 .
steel deck flange) inch o.c.)
Roof Board
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
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TABLE 2B: STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED SINGLE-PLY ROOF COVER

REFER TO NOTE 16B FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer oof Cover (Note 15)
System Deck e Attach MDP
ac ac
No. (Note 1) Type Type Base PI Pl Cap PI (psf)
P (Notes 6,7,8) P (Notes 6,7,8) v v pFlY
Min. 22 ga., Min. 1.5-inch Trisotech G, LRFIA or . . . . . . TPOFB-HA, TPOFB-
type B, Trisotech CGF, Trisotech or LRFIA(BG), 12-inch | Additional Insulation Layer(s): (Optional) Min. Bp-cagor | (OPtonal | peente TPOFE-
S-40. 1-inch base insulation LRFIA or LRFIA(BG) BP-CA6 or -52.5
Grade 40 Styrofoam Brand Roofmate, o.c. (every other Coverboard: Min. 0.125-inch TremBoard AC SBS-CA6 SBS-CAG PSFA or TPOFB-
steel Highload 60 or Plazamate deck flange) =overboard: vin. ©. inch TremBoa TLRA (4-inch o.c.)
Additi I lation L : i 1) Min.
Min. 22 ga., LRFIA or 1_‘::':;"%1;:;25:;; aver(s): (Optional) Min. 1" 4 itional Layer(s): (Optionsl) | TPOFE-HA, TPOFE-
B Min. 2-inch Tri h G, Tri h LRFIA(BG), 12-inch LRFIA or LRFIA(BG BP-CA PEBATF, TPOFB-
s41. | YPeB in. Zrinch Trisotech G, Trisotec (BG), 12-inch | | hoard: Min. 0.5-inch Structodek HD with or LRFIA(BG) CAGor | g5 a6 or » TPO -60.0
Grade 40 CGF, Trisotech o.c. (every other - ; Coverboard: LRFIA or | SBS-CA6 PSFA or TPOFB-
Primed Red Coating or DEXcell FA Glass Mat I i SBS-CA6 .
steel deck flange) LRFIA(BG), 6-inch o.c. TLRA (4-inch o.c.)
Roof Board
Min. 22 ga., LRFIA or ﬁ:':;f;aas';?;ii:t?g:aver(s): (Optional) Min. | \ itional Layer(s): (Optional) | TPOFBHA, TPOFE-
in. 2-i i i -i LRFIA or LRFIA(B! - -
542, type B, Min. 2 {nch Trisotech G, Trisotech LRFIA(BG), 12-inch Coverboard: Min. 1-inch MonoBoard Plus or or (BG) BP-CA6 or BP-CA6 or PEBATF, TPOFB -60.0*
Grade 40 CGF, Trisotech o.c. (every other — " Coverboard: LRFIA or | SBS-CA6 PSFA or TPOFB-
Min. 2-inch TopRock DD Plus (no extrapolation I SBS-CA6 .
steel deck flange) R . LRFIA(BG), 6-inch o.c. TLRA (4-inch o.c.)
permitted for ribbon attachment)
Additional Insulation Layer(s): (Optional) Min.
Min. 22 ga., Min. 2-inch Trisotech G, Trisotech LREIA 12-inch o.c 1-inch base insulation (Optional) TPOFB-HA, TPOFB-
513 type B, CGF, Trisotech or Styrofoam Brand (ever’ other dec.k. Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA BP-CA6 or BPF—)CAG o PEBATF, TPOFB- -60.0
" | Grade 40 Roofmate, Highload 60 or flan Z) SECUROCK Gypsum-Fiber Roof Board or SBS-CA6 SBS-CAG PSFA or TPOFB- ’
steel Plazamate g SECUROCK Cement Roof Board or min. 7/16- TLRA (4-inch o.c.)
inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min.
Min. 22 ga., Min. 2-inch Trisotech G, Trisotech . 1-inch base insulation . TPOFB-HA, TPOFB-
s-a4 type B, CGF, Trisotech or Styrofoam Brand (L)RCFI(A;(\?S)’ itzf;:r(:h Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG) BP-CA6 or g?,’_)(t:fgill PEBATF, TPOFB- -60.0
" | Grade 40 Roofmate, Highload 60 or d;sc.k flanye) SECUROCK Gypsum-Fiber Roof Board or SBS-CA6 SBS-CAG PSFA or TPOFB- ’
steel Plazamate g SECUROCK Cement Roof Board or min. 7/16- TLRA (4-inch o.c.)
inch DEXcell Cement Roof Board
Min. 22 ga., Min. 1.5-inch Trisotech G, LRFIA or . . . . TPOFB-HA, TPOFB-
type B, Trisotech CGF, Trisotech or LRFIA(BG), 12-inch | M- 0:5-inch SECUROCK Gypsum-Fiber Roof gr-cagor | (0Pt | pegare Tpore-
S-45. Board or SECUROCK Cement Roof Board or min. | LRFIA or LRFIA(BG) BP-CA6 or -75.0
Grade 80 Styrofoam Brand Roofmate, o.c. (every other 7/16-inch DEXcell Cement Roof Board SBS-CA6 SBS-CAG PSFA or TPOFB-
steel Highload 60 or Plazamate deck flange) TLRA (4-inch o.c.)
Min. 0.5-inch DensDeck Prime,
Min. 22 ga., Min. 0.25-inch SECUROCK Gypsum- | LRFIA or (Optional) TPOFB-HA, TPOFB-
S-46 type B, Fiber Roof Board, Min. 0.5-inch LRFIA(BG), 12-inch None N/A BP-CAG6 or BPF—)CAG or PEBATF, TPOFB- 975
" | Grade 40 SECUROCK Cement Roof Board or o.c. (every other SBS-CA6 SBS-CAG PSFA or TPOFB- ’
steel min. 7/16-inch DEXcell Cement deck flange) TLRA (4-inch o.c.)
Roof Board
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TABLE 2B: STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED SINGLE-PLY ROOF COVER

REFER TO NOTE 16B FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer oof Cover (Note 15)
System Deck e Attach MDP
ac ac
No. (Note 1) Type Type Base PI Pl Cap PI (psf)
P (Notes 6,7,8) P (Notes 6,7,8) v v pFlY
Additional Insulation Layer(s): (Optional) Min.
Min. 22 ga., Min. 2-inch Trisotech G, Trisotech LRFIA. 12-inch o.c 1-inch base insulation (Optional) TPOFB-HA, TPOFB-
547 type B, CGF, Trisotech or Styrofoam Brand (ever’ other dec.k. Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA. 6-inch o.c BP-CA6 or BP’-)CAG or PEBATF, TPOFB- 975
" | Grade 40 Roofmate, Highload 60 or flan Z) SECUROCK Gypsum-Fiber Roof Board or y e SBS-CA6 SBS-CAG PSFA or TPOFB- ’
steel Plazamate 8 SECUROCK Cement Roof Board or min. 7/16- TLRA (4-inch o.c.)
inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min.
Min. 22 ga., Min. 2-inch Trisotech G, Trisotech . 1-inch base insulation . TPOFB-HA, TPOFB-
548 type B, CGF, Trisotech or Styrofoam Brand IC;RCFI'(L\e(\?S)’ cl)tzr;:en:h Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG), 6-inch o.c BP-CA6 or go}féfgill PEBATF, TPOFB- 975
" | Grade 40 Roofmate, Highload 60 or d.ec.k flanye) SECUROCK Gypsum-Fiber Roof Board or ! " | SBS-CA6 SBS-CAG PSFA or TPOFB- ’
steel Plazamate & SECUROCK Cement Roof Board or min. 7/16- TLRA (4-inch o.c.)
inch DEXcell Cement Roof Board
HOT-ASPHALT OR THERMASTIC 80 APPLIED BASE PLY:
S-49. g:;de’zm Styrofoam Bra,nd Roofmate o.c. (ever ! other 1-inch base insulation LRFIA or LRFIA(BG) SBS-AA BP-AA or PSFA or TPOFB- -52.5
Y ' o< 1every Coverboard: Min. 0.125-inch TremBoard AC SBS-AA | TLRA (4-inch o.c.)
steel Highload 60 or Plazamate deck flange)
Additional Insulation Layer(s): (Optional) Min.
Min. 22 ga., Min. 2-|.nch Trisotech G, Trisotech LRFIA, 12-inch o.c. 1-inch base |nSL'JIat|on' . (Optional) | TPOFB-HA, TPOFB-
type B, CGF, Trisotech or Styrofoam Brand Coverboard: Min. 0.5-inch DensDeck Prime, BP-AA or
S-50. R (every other deck . pE—— . LRFIA BP-AA or PSFA or TPOFB- -60.0
Grade 40 Roofmate, Highload 60 or flange) SECUROCK Gypsum-Fiber Roof Board or SBS-AA SBS-AA TLRA (4-inch o.c.)
steel Plazamate g SECUROCK Cement Roof Board or min. 7/16- "
inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min.
Min. 22 ga., Min. 2—!nch Trisotech G, Trisotech LRFIA(BG), 12-inch 1-inch base |nst.1|at|on. ' (Optional) | TPOFB-HA, TPOFB-
type B, CGF, Trisotech or Styrofoam Brand Coverboard: Min. 0.5-inch DensDeck Prime, BP-AA or
S-51. R o.c. (every other P . LRFIA(BG) BP-AA or PSFA or TPOFB- -60.0
Grade 40 Roofmate, Highload 60 or deck flange) SECUROCK Gypsum-Fiber Roof Board or SBS-AA SBS-AA TLRA (4-inch 0.c.)
steel Plazamate & SECUROCK Cement Roof Board or min. 7/16- -
inch DEXcell Cement Roof Board
Min. 22 ga., LRFIA of ;\fji:rl:trlwo;aaslel?zzLa:;It?gnLaver(S): (Optionall M- | aditonal Lavers): (Optional) | TPOFB-HA, TPOFB-
type B, Min. 2-inch Trisotech G, Trisotech LRFIA(BG), 12-inch X . LRFIA or LRFIA(BG) BP-AA or P ! "
S-52. . Coverboard: Min. 1-inch MonoBoard Plus or BP-AA or PSFA or TPOFB- -60.0
Grade 40 CGF, Trisotech o.c. (every other N - . Coverboard: LRFIA or | SBS-AA .
Min. 2-inch TopRock DD Plus (no extrapolation . SBS-AA TLRA (4-inch o.c.)
steel deck flange) R . LRFIA(BG), 6-inch o.c.
permitted for ribbon attachment)
LV'”L' ;2 ga- #"r:zotlecsh'E?FT;':fs’iihGor tﬁi:’; ((E);rG) Lo-ingty | Min. 0.5-inch SECUROCK Gypsum-Fiber Roof Bp.Anor | (OPtional) | TPOFB-HA, TPOFB-
S-53. Ype B, A ! Board or SECUROCK Cement Roof Board or min. | LRFIA or LRFIA(BG) BP-AA or PSFA or TPOFB- -75.0
Grade 80 Styrofoam Brand Roofmate, o.c. (every other R SBS-AA .
. 7/16-inch DEXcell Cement Roof Board SBS-AA TLRA (4-inch o.c.)
steel Highload 60 or Plazamate deck flange)
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TABLE 2B: STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED SINGLE-PLY ROOF COVER

REFER TO NOTE 16B FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer oof Cover (Note 15)
System Deck e Attach MDP
ac ac
No. (Note 1) Type Type Base PI Pl Cap PI (psf)
P (Notes 6,7,8) P (Notes 6,7,8) v v pFlY
Additional Insulation Layer(s): (Optional) Min.
Min. 22 ga., Min. 2—!nch Trisotech G, Trisotech LRFIA, 12-inch o.c. 1-inch base msutxlatlon. . (Optional) | TPOFB-HA, TPOFB-
type B, CGF, Trisotech or Styrofoam Brand Coverboard: Min. 0.5-inch DensDeck Prime, . BP-AA or
S-54. R (every other deck — . LRFIA, 6-inch o.c. BP-AA or PSFA or TPOFB- -97.5
Grade 40 Roofmate, Highload 60 or flange) SECUROCK Gypsum-Fiber Roof Board or SBS-AA SBS-AA TLRA (4-inch o.c)
steel Plazamate g SECUROCK Cement Roof Board or min. 7/16- -
inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min.
Min. 22 ga. Min. 2-inch Tri h G, Tri h 1-inch b i lati
in. 22 ga., in !nc risotech G, Trisotec LRFIA(BG), 12-inch inch base |n51..| a |on. . (Optional) | TPOFB-HA, TPOFB-
type B, CGF, Trisotech or Styrofoam Brand Coverboard: Min. 0.5-inch DensDeck Prime, . BP-AA or
S-55. . o.c. (every other P ——— . LRFIA(BG), 6-inch o.c. BP-AA or PSFA or TPOFB- -97.5
Grade 40 Roofmate, Highload 60 or deck flange) SECUROCK Gypsum-Fiber Roof Board or SBS-AA SBS-AA TLRA (4-inch 0.c.)
steel Plazamate g SECUROCK Cement Roof Board or min. 7/16- "
inch DEXcell Cement Roof Board
Min. 0.25-inch SECUROCK Gypsum-
Min. 22 ga., Fiber Roof Bc.>ard, Mln'. 0.5-|n'ch LRFIA or . (Optional) | TPOFB-HA, TPOFB-
type B, DensDeck Prime or Min. 0.5-inch LRFIA(BG), 12-inch BP-AA or
$-56. None N/A BP-AAor | PSFA or TPOFB- -97.5
Grade 40 SECUROCK Cement Roof Board or o.c. (every other SBS-AA SBS-AA TLRA (d-inch o.c.)
steel min. 7/16-inch DEXcell Cement deck flange) o
Roof Board
TORCH-APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional) Min.
Min. 22 ga., Min. 2-inch Trisotech G, Trisotech LRFIA. 12-inch o.c 1-inch base insulation TPOFB-HA, TPOFB-
557 type B, CGF, Trisotech or Styrofoam Brand (ever, other dec.k. Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA SBS.TA (Optional) PEBATF, TPOFB- 60.0
* | Grade 40 Roofmate, Highload 60 or flan Z) SECUROCK Gypsum-Fiber Roof Board or SBS-TA PSFA or TPOFB- :
steel Plazamate 8 SECUROCK Cement Roof Board or min. 7/16- TLRA (4-inch o.c.)
inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min.
Min. 22 ga., Min. 2-inch Trisotech G, Trisotech LRFIA(BG), 12-inch 1-inch base insulation TPOFB-HA, TPOFB-
558 type B, CGF, Trisotech or Styrofoam Brand o.c. (ever ! other Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG) SBS-TA (Optional) PEBATF, TPOFB- -60.0
* | Grade 40 Roofmate, Highload 60 or d;e(;k flanye) SECUROCK Gypsum-Fiber Roof Board or SBS-TA PSFA or TPOFB- ’
steel Plazamate s SECUROCK Cement Roof Board or min. 7/16- TLRA (4-inch o.c.)
inch DEXcell Cement Roof Board
Min. 22 ga., LRFIA or ?ﬂ:lctgog:sl;?szi;;?gnLayer(s): (Optional) Min. Additional Layer(s): TPOFB-HA, TPOFB-
type B, Min. 2-inch Trisotech G, Trisotech LRFIA(BG), 12-inch X ; LRFIA or LRFIA(BG) (Optional) PEBATF, TPOFB-
-59. : .1- BS- -60.0*
559 Grade 40 CGF, Trisotech o.c. (every other %Tﬁ)‘:oi; gcg m&n& iOS;Sran:)SIaiiron Coverboard: LRFIA or SBS-TA SBS-TA PSFA or TPOFB- 60.0
teel deck fl ne L B - . TLRA (4-inch o.c.)
stee eck flange) permitted for ribbon attachment) RFIA(BG), 6-inch o.c
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TABLE 2B: STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION(S), BONDED SINGLE-PLY ROOF COVER

REFER TO NOTE 16B FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer oof Cover (Note 15)
System Deck e Attach MDP
ac ac
No. (Note 1) Type Type Base PI Pl Cap PI (psf)
P (Notes 6,7,8) P (Notes 6,7,8) v v pFlY
Min. 22 ga., Min. 1.5-inch Trisotech G, LRFIA or . . . TPOFB-HA, TPOFB-
. R . Min. 0.5-inch SECUROCK Gypsum-Fiber Roof . 4
s-60. | YPeB Trisotech CGF, Trisotech or LRFIA(BG), 12-inch | o 4 (¢ SECUROCK Cement Roof Board or min. | LRFIA or LRFIA(BG) SBS-TA (Optional) | PEBATF, TPOFB- -75.0
Grade 80 Styrofoam Brand Roofmate, o.c. (every other 7/16-inch DEXcell Cement Roof Board SBS-TA PSFA or TPOFB-
steel Highload 60 or Plazamate deck flange) TLRA (4-inch o.c.)
Additional Insulation Layer(s): (Optional) Min.
Min. 22 ga., Min. 2-inch Trisotech G, Trisotech LRFIA. 12-inch o.c 1-inch base insulation TPOFB-HA, TPOFB-
type B, CGF, Trisotech or Styrofoam Brand ! " | Coverboard: Min. 0.5-inch DensDeck Prime . (Optional) PEBATF, TPOFB-
-61. . ther deck P—— . ! LRFIA, 6-inch o.c. SBS-TA -97.
56 Grade 40 Roofmate, Highload 60 or i&v:r:)o eraec SECUROCK Gypsum-Fiber Roof Board or Yehoe SBS-TA PSFA or TPOFB- 97.5
steel Plazamate g SECUROCK Cement Roof Board or min. 7/16- TLRA (4-inch o.c.)
inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min.
Min. 22 ga., Min. 2-inch Trisotech G, Trisotech . 1-inch base insulation TPOFB-HA, TPOFB-
. LRFIA(BG), 12-inch i . . . !
562 type B, CGF, Trisotech or Styrofoam Brand o.c. (every other Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG), 6-inch o.c SBS-TA (Optional) PEBATF, TPOFB- 975
* | Grade 40 Roofmate, Highload 60 or d.ec-k flanye) SECUROCK Gypsum-Fiber Roof Board or ! - SBS-TA PSFA or TPOFB- :
steel Plazamate & SECUROCK Cement Roof Board or min. 7/16- TLRA (4-inch o.c.)
inch DEXcell Cement Roof Board
Min. 22 ga., LRFIA or TPOFB-HA, TPOFB-
type B, ) ) ) LRFIA(BG), 12-inch (Optional) | PEBATF, TPOFB-
S-63. Grade 40 Min. 0.5-inch DensDeck Prime o.c. (every other None N/A SBS-TA SBS-TA PSFA or TPOFB- -112.5
steel deck flange) TLRA (4-inch o.c.)
Min. 0.25-inch SECUROCK -
Min. 22 ga., fin. 0.25-inch SECUROCK Gypsum- | o)y o TPOFB-HA, TPOFB-
type B Fiber Roof Board, min. 0.5-inch LRFIA(BG), 12-inch (Optional) | PEBATF, TPOFB
S-64. ype B, SECUROCK Cement Roof Board or ! None N/A SBS-TA P ! -157.5
Grade 40 min. 7/16-inch DEXcell Cement o.c. (every other SBS-TA PSFA or TPOFB-
steel : deck flange) TLRA (4-inch o.c.)
Roof Board
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED SINGLE-PLY ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer
System Deck = e p— Roof Cover MDP
No. (Note 1) T asten ttac T 3¢ (Note 15) (psf)
ype Note 11 Note 17 ype Note 6,7,8
TREMPLY TPO:
. hot asphalt
Min. 22 ga., Type B, Grade . . . TPO-BA, TPO-
S-65. | 33 steel or min. 2,500 psi M!n. 1.5-inch Trisotech, Note 2 1per 2.0 Additional layers of base insulation or ) WBBA or TPO- -45.0*
Trisotech G ft2 THERMastic
structural concrete 80 BALV3
Min. 22 ga., Type B, Grade Min. 2-inch Trisotech 1 per4.0 glc')t opnalt TPO-BA, TPO-
S-66. | 33 steel or min. 2,500 psi . ! Note 2 P , Additional layers of base insulation . WBBA or TPO- -45.0*
Trisotech G — ft THERMastic
structural concrete 30 BALV3
Min. 22 ga., Type B, Grade E/rl:zrlfgll?ac:jc;z:: iso 1 per 2.0 Additional optional layers, min. 0.5-inch base TPO-BA, TPO-
$-67. | 33 steel or min. 2,500 psi 2 v Note 2 PEr =9 | insulation followed by Min. 0.5-inch Structodek | LRFIA(BG) LVBA or TPO- | -45.0%
Insulation, GAF ft2 ; - )
structural concrete High Density Fiberboard Roof Insulation BALV3
EnergyGuard Ultra
Min. 22 ga., Type B, Grade E/rl:ZrZ-lgEngPFol iso 1 per 4.0 Additional optional layers, min. 0.5-inch base TPO-BA, TPO-
S-68. 33 steel or min. 2,500 psi gy. ¥ Note 2 G insulation followed by Min. 0.5-inch Structodek | LRFIA(BG) LVBA or TPO- -45.0*
Insulation, GAF - ft2 ) - )
structural concrete High Density Fiberboard Roof Insulation BALV3
EnergyGuard Ultra
Min 1.5-inch GAF TPO-BA, TPO-
Min. 22 ga., Type B, Grade ) ) . ) !
. . EnergyGuard Polyiso 1per2.0 | Min.0.25-inch DensDeck Prime or SECUROCK WBBA, TPO-
S-69. 33 steel . 2,500 Note 2 LRFIA(BG -45.0*
strjcfjraolrcr:r:rc]ret’e PSU | Insulation, GAF note < ft2 Gypsum-Fiber Roof Board (BG) LVBA or TPO-
EnergyGuard Ultra BALV3
Min 2-inch GAF TPO-BA, TPO-
Min. 22 ga., Type B, Grade ) ) . ) !
. . EnergyGuard Polyiso 1per4.0 | Min. 0.25-inch DensDeck Prime or SECUROCK WBBA, TPO-
-70. 33 steel . 2,500 . Note 2 . LRFIA(B! -45.0*
570 strjc‘tal?re:)lrcrc?r:rc]rete pst Insulation, GAF tote s ft2 Gypsum-Fiber Roof Board (BG) LVBA or TPO- >0
EnergyGuard Ultra BALV3
Min 1.5-inch GAF TPO-BA, TPO-
Min. 22 ga., Type B, Grade ) o ) : ) !
. . EnergyGuard Polyiso 1per2.0 | Additional optional layers, min. 0.5-inch base WBBA, TPO- "
7L i’ijﬁfﬂ;lﬁ:riz 00Pst | |nsulation, GAF Note 2 f2 | insulation LRFIABG) | |vBaorTPo- | 50
EnergyGuard Ultra BALV3
Min 2-inch GAF TPO-BA, TPO-
Min. 22 ga., Type B, Grade ) " ) . ) !
E Guard Pol 1 . .0.5- WBBA, TPO-
<72, 33 steel or min. 2,500 psi nergy' uard Polyiso Note 2 per 4.0 Add|t|9nal optional layers, min. 0.5-inch base LRFIA(BG) -45.0*
structural concrete Insulation, GAF Ny ft2 insulation LVBA or TPO-
EnergyGuard Ultra BALV3
Min. 22 ga., Type B, Grade | Min 2-inch GAF . } . TPO-BA, TPO-
1per2.0 | Min. 0.25-inch SECUROCK G -Fiber Roof
$-73. | 33 steel or min. 2,500 psi | EnergyGuard Polyiso Note 2 per n inc ypsum-riber Roo LRFIA(BG) LVBA or TPO- 52.5
\ ft Board
structural concrete Insulation BALV3
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NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED SINGLE-PLY ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck = e p— Roof Cover MDP
No. (Note 1) T asten ttac T 3¢ (Note 15) (psf)
ype (Note 11) (Note 17) ype (Note 6,7,8)
Min. 2-inch Trisotech G TPO-BA, TPO-
Min. 22 ga., Type B, Grade . ’ . [ . !
. K Trisotech or GAF 1per1.3 | Min. 0.25-inch SECUROCK Gypsum-Fiber Roof WBBA, TPO-
S74. :t3r szfel;rcr:;:.rjt,goo psl EnergyGuard Polyiso Note 2 ft? Board LRFIA(BG) LVBA or TPO- 60.0
et Insulation BALV3
TREMPLY TPO FB / HOT ASPHALT OR THERMASTIC 80:
Min. 22 ga., type B, Grade 1 per 2.0 gft asphalt
S-75. 33 steel or min. 2,500 psi Min. 2-inch Trisotech G See Note 2 (#14 only) P 5 Min. 0.5-inch DensDeck . TPOFB-HA -45.0*
ft THERMastic
concrete
80
] hot asphalt
Min. 22 ga., type B, Grade . . .
. . . . . 1 1. Min. 0.5-inch SECUROCK -F Roof
S-76. | 33steelormin. 2,500 psi | Min. 2-inch Trisotech G | See Note 2 (#14 only) per1.0 | Min. 0.5-inch SECUROCK Gypsum-Fiber Roo or | TPOFB-HA 67.5
ft Board THERMastic
concrete
80
Min. 22 ga, type B, Grade | . 1per2.0 | . LRFIA or
S-77. 33 steel or min. 2,500 psi Min. 2-inch Trisotech G See Note 2 (#14 only) fi2 Min. 0.5-inch DensDeck LRFIA(BG) TPOFB-HA -45.0*
concrete
Min. 22 ga., type B, Grade . . . LRFIA or
1 1. Min. 0.5-inch SECUROCK -F Roof
$-78. | 33 steel ormin. 2,500 psi | Min. 2-inch Trisotech G | See Note 2 (#14 only) p?trz 0 Bo'grj 5-inch SECUROCK Gypsum-Fiber Roo LRFIA(BG), 6- | TPOFB-HA 67.5
concrete inch o.c.
TREMPLY TPO FB / TREMPLY WB BONDING ADHESIVE:
Min 1.5-inch GAF
Min. 22 ga., Type B, Grade . " . . .
579, 33 steel or min. 2,500 psi Energyguard Polyiso Note 2 1 per 2.0 Addlthnal optional layers, min. 0.5-inch base LRFIA(BG) TPOFB-WBBA -45.0*
Insulation, GAF E— ft2 insulation
structural concrete
EnergyGuard Ultra
Min 2-inch GAF
Min. 22 ga., Type B, Grade . " . . .
E X . 0.5-
5-80. | 33 steelormin. 2,500 psi | Cnereyeuard Polyiso Note 2 Lper4.0 | Additional optional layers, min. 0.5-inch base | pp) ) ) TPOFB-WBBA | -45.0%
Insulation, GAF ft2 insulation
structural concrete
EnergyGuard Ultra
Min 1.5-inch GAF
Min. 22 ga., Type B, Grade . . . .
581 33 steel or min. 2,500 psi EnergyGuard Polyiso Note 2 1per2.0 | Min.0.25 '|nch DensDeck Prime or SECUROCK LRFIA(BG) TPOFB-WBBA -45.0*
Insulation, GAF y B ft? Gypsum-Fiber Roof Board
structural concrete
EnergyGuard Ultra
Min 2-inch GAF
Min. 22 ga., Type B, Grade 1 . . .
E Guard Pol 1 4.0 | Min. 0.25-inch DensDeck P SECUROCK
$-82. | 33steelormin. 2,500 psi | oY >uard Folyise Note 2 per n. I.£57ineh GensFeck Frime or LRFIA(BG) TPOFB-WBBA | -45.0*
Insulation, GAF ft Gypsum-Fiber Roof Board
structural concrete
EnergyGuard Ultra
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED SINGLE-PLY ROOF COVER

NEmoO | etc.e

Base Insulation Layer

Top Insulation Layer

structural concrete

Trisotech

XHD (steel only) with Tremco Disc 3 in. Steel
Stress Plate or Tremco Disc Ribbed 3 in. Steel

Stress Plate

Roof Board

System Deck = e p— Roof Cover MDP
No. (Note 1) T asten ttac T 3¢ (Note 15) (psf)
ype (Note 11) (Note 17) ype (Note 6,7,8)
Min. 2-inch Trisotech G
Min. 22 ga., Type B, Grade ) ! . ( .
583, 33 steel or min. 2,500 psi Trisotech or GAF . Note 2 1per1.3 | Min.0.25-inch SECUROCK Gypsum-Fiber Roof LRFIA(BG) TPOFB-WBBA -60.0
EnergyGuard Polyiso — ft2 Board
structural concrete )
Insulation
TREMPLY TPO FB / TREMCO LR ADHESIVE:
Min 1.5-inch GAF
Min. 22 ga., Type B, Grade . . . .
. R EnergyGuard Polyiso 1per2.0 | Min. 0.25-inch DensDeck Prime or SECUROCK TPOFB-TLRA
-84. | .2 . Note 2 . LRFIA(B! X -45.0*
S8 33 steel or min. 2,500 psi Insulation, GAF mote £ ft? Gypsum-Fiber Roof Board (BG) (12-inch o.c.) >0
structural concrete
EnergyGuard Ultra
Min 2-inch GAF
Min. 22 ga., Type B, Grade . . . .
. . E Guard Pol 1 4. Min. 0.25-inch DensDeck P ECUROCK TPOFB-TLRA
5-85. | 33steelormin. 2,500 psi | o eY>dard FOWISO Note 2 perd.0 1:Min. 0.25-inch DensDeck Prime or SECUROC LRFIA(BG) of -45.0*
Insulation, GAF ft: Gypsum-Fiber Roof Board (12-inch o.c.)
structural concrete
EnergyGuard Ultra
Min. 22 ga., Type B, Grade _I'\_/II’::t')tZ;EC:rTg:EtECh G 1per3.2 Optional layers of min. 0.5-inch base insulation TPOFB-TLRA
S-86. 33 steel or min. 2,500 psi EnerevGuard Polviso Note 2 pftz : followed by Min. 0.25-inch DensDeck Prime or LRFIA(BG) (4-inch o.c.) -30.0*
structural concrete gy. v SECUROCK Gypsum-Fiber Roof Board o
Insulation
Min. 22 ga., Type B, Grade g':};ﬁ;:ﬁggﬁ:em 1 per 2.0 Optional layers of min. 0.5-inch base insulation TPOFB-TLRA
S-87. 33 steel or min. 2,500 psi Er’1er Guard Polviso Note 2 pftZ : followed by Min. 0.25-inch DensDeck Prime or LRFIA(BG) (4-inch o.c) -45.0*
structural concrete gy. v SECUROCK Gypsum-Fiber Roof Board -
Insulation
Min. 22 ga., Type B, Grade _'I\_/II’::A:;EC:rTéiEtECh G 1 per 2.9 Optional layers of min. 0.5-inch base insulation TPOFB-TLRA
S-88. 33 steel or min. 2,500 psi EneravGuard Polviso Note 2 pftZ ’ followed by Min. 0.25-inch DensDeck Prime or LRFIA(BG) (4-inch o.c.) -45.0*
structural concrete gy. v SECUROCK Gypsum-Fiber Roof Board -
Insulation
Min. 2-inch Trisotech G
Min. 22 ga., Type B, Grade ) ! . . .
589, 33 steel or min. 2,500 psi Trisotech or GAF . Note 2 1 per21.3 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRFIA(BG) TPQFB TLRA -60.0
EnergyGuard Polyiso E— ft Board (4-inch o.c.)
structural concrete .
Insulation
TREMPLY TPO FB APPLIED IN POWERPLY ENDURE BIO ADHESIVE TF:
Tremco #12 DP (steel only), Tremco #14 HD
or Tremco #15 EHD (steel only) with Tremco 0.5-inch ACFoam HD CoverBoard, 0.625-inch
Min. 22 ga., Type B, Grade | Min. 1.5-inch Trisotech 3” Metal Insulation Plate or Tremco #1211 ) L )
. K . 1per2.7 | ACFoam HD CoverBoard-FR or min. 0.25-inch LRFIA or
-90. . teel only), Ti #1410 or T #1510 . . - -37.5*
S-90 33 steel or min. 2,500 psi G, Trisotech CGF or (steel only), Tremco or Tremco f2 DensDeck Prime or SECUROCK Gypsum-Fiber LRFIA(BG) TPOFB-PEBATF 37.5
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED SINGLE-PLY ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck Fee— e p— Roof Cover MDP
No- — Type (Note 11) (Note 17) Type (Note 6,7,8) {Note 15) (osf)
Additional Insulation Layer(s): (Optional) Min.
1-inch base insulation or Styrofoam Brand
Tremco #12 DP (steel only), Tremco #14 HD Roofmate, Highload 60 or Plazamate
or Tremco #15 EHD (steel only) with Tremco . 3
S-91. 33 steel or min. 2,500 psi Trisotech CGF or (steel only), Tremco #1410 or Tremco #1510 ) : T : ’ ’ TPOFB-PEBATF -45.0*
structural concrete Trisotech XHD (steel only) with Tremco Disc 3 in. Steel ft 0.25-inch DensDeck Prime, DEXcell FA Glass LRFIA(BG)
Stress Plate or Tremco Disc Ribbed 3 in. Steel Mat Roof Board, SECUROCK Gypsum-Fiber Roof
Stress Plate Board, min. 0.5-inch SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof
Board
Additional Insulation Layer(s): (Optional) Min.
1-inch base insulation or Styrofoam Brand
Tremco #12 DP (steel only), Tremco #14 HD Roofmate, H|gh|oad 60 or Plazamate
or Tremco #15 EHD (steel only) with Tremco . f
Vi 220, e, Gade | i 1 Tt | v T e T S |35 | St 5 TeRACTm WD Covrtons, |
S-92. 33 steel or min. 2,500 psi G, Trisotech CGF or (steel only), Tremco #1410 or Tremco #1510 5 ' T ! ’ ' TPOFB-PEBATF -45.0*
structural concrete Trisotech XHD (steel only) with Tremco Disc 3 in. Steel ft: 0.25-inch DensDeck Prime, DEXcell FA Glass LRFIA(BG)
Stress Plate or Tremco Disc Ribbed 3 in. Steel Mat Roof Board, SECUROCK Gypsum-Fiber Roof
Stress Plate Board, min. 0.5-inch SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof
Board
Additional Insulation Layer(s): (Optional) Min.
Tremco #12 DP (steel only), Tremco #14 HD 1-inch Trisotech G, Trisotech ({GF, Trisotech or
or Tremco #15 EHD (steel only) with Tremco Styrofoam Brand Roofmate, Highload 60 or
Min. 22 ga., Type B, Grade 3” Metal Insulation Plate or Tremco #1211 1 per 2.0 Plazamate LRFIA or
S-93. 40 steel or min. 2,500 psi Min. 2-inch Trisotech G (steel only), Tremco #1410 or Tremco #1510 f2 ' Coverboard: Min. 0.25-inch DensDeck Prime, LRFIA(BG), 6- | TPOFB-PEBATF -52.5
structural concrete XHD (steel only) with Tremco Disc 3 in. Steel DEXcell FA Glass Mat Roof Board or SECUROCK | inch o.c.
Stress Plate or Tremco Disc Ribbed 3 in. Steel Gypsum-Fiber Roof Board, min. 0.5-inch
S SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Tremco #12 DP (steel only), Tremco #14 HD
or Tremco #15 EHD (steel only) with Tremco
Min. 22 ga., Type B, Grade Min. 2-inch Trisotech G, 3” Metal Insulation Plate or Tremco #1211 1peri3 0.5-inch ACFoam HD CoverBoard, 0.625-inch LRFIA or
S-94. 33 steel or min. 2,500 psi Trisotech CGF or (steel only), Tremco #1410 or Tremco #1510 P ) ' ACFoam HD CoverBoard-FR or min. 0.25-inch TPOFB-PEBATF -60.0
structural concrete Trisotech XHD (steel only) with Tremco Disc 3 in. Steel ft SECUROCK Gypsum-Fiber Roof Board LRFIA(BG)
Stress Plate or Tremco Disc Ribbed 3 in. Steel
Stress Plate
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED SINGLE-PLY ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck = e p— Roof Cover MDP
No. (Note 1) T asten ttac T 3¢ (Note 15) (psf)
yee (Note 11) (Note 17) yee (Note 6,7,8)
Additional
Layer(s):
. . ) Additional Insulation Layer(s): (Optional) Min.
Min. 22 ga., Type B, Grade | M- 2-inch Trisotech G 1-inch base insulation LRFIA or
o083y .yp g K or Styrofoam Brand Tremco #14 HD Fastener with Tremco 3” 1per2.0 X X . LRFIA(BG)
S-95. 40 steel or min. 2,500 psi X . N Coverboard: Min. 0.5-inch DensDeck Prime or TPOFB-PEBATF -60.0
Roofmate, Highload 60 Metal Insulation Plate ft P, " Coverboard:
structural concrete SECUROCK Cement Roof Board or min. 7/16- ——
or Plazamate inch DEXcell Cement Roof Board LRFIA or
LRFIA(BG), 6-
inch o.c.
Tremco #12 DP (steel only), Tremco #14 HD Additional Insulation Layer(s): (Optional) Min.
or Tremco #15 EHD (steel only) with Tremco 1-inch b P lati
Min. 22 ga., Type B, Grade 3” Metal Insulation Plate or Tremco #1211 1per 1.0 C(;C:rbozs::l'”l]\jllijna (;OSn-inch DensDeck Prime LRFIA or
S-96. 40 steel or min. 2,500 psi Min. 2-inch Trisotech G (steel only), Tremco #1410 or Tremco #1510 P A : p—— T ! LRFIA(BG), 6- | TPOFB-PEBATF -67.5
structural concrete XHD (steel only) with Tremco Disc 3 in. Steel ft SECUROCK Gypsum-Fiber Roof Boarc.J or inch o.c.
Stress Plate or Tremco Disc Ribbed 3 in. Steel SECUROCK Cement Roof Board or min. 7/16-
Stress Plate inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min.
1-inch Tri h G, Tri h CGF, Tri h
Min. 22 ga., Type B, Grade Min. 2-inch Trisotech G, T #15 EHD with T 3” Metal 1perl3 StITZfoarrI:Othgfn?aI\terifgicroﬁc?ar;n I-rllisc:Ii(;d’ 60 LRFIA or
5-97. - <2 83 TYPeD, Styrofoam Roofmate or remco “gTremeo 3" N2 R 4 _ Y & LRFIA(BG), 6- | TPOFB-PEBATF | -75.0
40 steel Styrofoam Highload 60 Insulation Plate ft: Coverboard: 0.5-inch ACFoam HD CoverBoard, inch o.c
¥ g 0.625-inch ACFoam HD CoverBoard-FR or min. o
0.5-inch SECUROCK Gypsum-Fiber Roof Board
Additional Insulation Layer(s): (Optional) Min.
Min. 2-inch Trisotech G 1-inch Trisotech G, Trisotech (;GF, Trisotech or
Min. 22 ga., Type B, Grade | or Styrofoam Brand T #15 EHD Fast, ith T 3” lperl3 Styrofoam Brand Roofmate, Highload 60 or LRFIA or
98| 40 steel g e Roof\r/nate Highload 60 Metal Insulation plate o pft2 | Plazamate LRFIA(BG), 6- | TPOFB-PEBATF | -112.5
or Plazam,ateg Coverboard: Min. 0.5-inch SECUROCK Gypsum- inch o.c.
Fiber Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Min. 2-inch Trisotech G Tremco #15 EHD with Tremco 3” Metal 0.5-inch ACFoam HD CoverBoard, 0.625-inch LRFIA or
599 Min. 22 ga., Type B, Grade Trisz;tech CGF or 1 Insulation Plate, Tremco #1510 XHD Fastener | 1 per 1.0 | ACFoam HD CoverBoard-FR or min. 0.5-inch LRFIA(BG), 6- | TPOFB-PEBATF | -127.5
’ 80 steel . h with Tremco Disc 3 in. Steel Stress Plate or ft2 DensDeck Prime or SECUROCK Gypsum-Fiber . ! ’
Trisotec Dekfast DF-#15-PH3 with Dekfast PLT-R-3 Roof Board incho.c.
Min. 2-inch Trisotech G Tremco #15 EHD with Tremco 3” Metal 0.5-inch ACFoam HD CoverBoard, 0.625-inch LRFIA or
$-100 Min. 22 ga., Type B, Grade Trisz;tech CGF or ! Insulation Plate, Tremco #1510 XHD Fastener | 1 per 1.0 | ACFoam HD CoverBoard-FR or min. 0.5-inch LRFIA(BG), 4- | TPOFB-PEBATF | -135.0
" | 80 steel . h with Tremco Disc 3 in. Steel Stress Plate or ft? DensDeck Prime or SECUROCK Gypsum-Fiber . ! ’
Trisotec Dekfast DF-#15-PH3 with Dekfast PLT-R-3 Roof Board incho.c.
TREMPLY TPO FB APPLIED IN TREMCO PSA ADHESIVE:
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED SINGLE-PLY ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck = e p— Roof Cover MDP
No. (Note 1) T asten ttac T 3¢ (Note 15) (psf)
ype (Note 11) (Note 17) ype (Note 6,7,8)
Tremco #12 DP (steel only), Tremco #14 HD
or Tremco #15 EHD (steel only) with Tremco 0.5-inch ACFoam HD CoverBoard, 0.625-inch
Min. 22 ga., Type B, Grade | Min. 1.5-inch Trisotech 3” Metal Insulation Plate or Tremco #1211 ) L .
5-101. | 33 steel or min. 2,500 psi | G, Trisotech CGF or (steel only), Tremco #1410 or Tremco #1510 | p(:r22.7 SCFOS”‘ EE F""erBSEE‘L ;Rog;rg'”' 0'25F'.ECh tgi:ﬁ ‘;rG TPOFB-PSFA -37.5%
structural concrete Trisotech XHD (steel only) with Tremco Disc 3 in. Steel t ensDegK Frime Op ypsum-Fiber (BG)
Stress Plate or Tremco Disc Ribbed 3 in. Steel Roof Board
Stress Plate
Additional Insulation Layer(s): (Optional) Min.
Tremco #12 DP (steel only), Tremco #14 HD 1-inch base |.nsulat|on or Styrofoam Brand
or Tremco #15 EHD (steel only) with Tremco Roofmate, Highload 60 or Plazamate
Min. 22 ga., Type B, Grade | Min. 2-inch Trisotech G, 3” Metal Insulation Plate or Tremco #1211 1per 4.0 Coverboard: 0.5-inch ACFoam HD CoverBoard, LRFIA or
S-102. | 33 steel or min. 2,500 psi Trisotech CGF or (steel only), Tremco #1410 or Tremco #1510 pftZ : 0.625-inch ACFoam HD CoverBoard-FR, min. LRFIA(BG) TPOFB-PSFA -45.0*
structural concrete Trisotech XHD (steel only) with Tre.mco‘Disc 3 ir"n. Steel 0.25-inch DensDeck Prime, DEXcell FA Glass
Stress P:ate or Tremco Disc Ribbed 3 in. Steel Mat Roof Board, SECUROCK Gypsum-Fiber Roof
Stress Plate Board or min. 7/16-inch DEXcell Cement Roof
Board
Additional Insulation Layer(s): (Optional) Min.
Tremco #12 DP (steel only), Tremco #14 HD 1-inch base |.nsulat|on or Styrofoam Brand
or Tremco #15 EHD (steel only) with Tremco Roofmate, Highload 60 or Plazamate
Min. 22 ga., Type B, Grade | Min. 1.5-inch Trisotech 3” Metal Insulation Plate or Tremco #1211 1 per 2.0 Coverboard: 0.5-inch ACFoam HD CoverBoard, LRFIA or
S-103. | 33 steel or min. 2,500 psi G, Trisotech CGF or (steel only), Tremco #1410 or Tremco #1510 pftZ ’ 0.625-inch ACFoam HD CoverBoard-FR, Min. LRFIA(BG) TPOFB-PSFA -45.0*
structural concrete Trisotech XHD (steel only) with Tremco Disc 3 in. Steel 0.25-inch DensDeck Prime, DEXcell FA Glass
Stress P:ate or Tremco Disc Ribbed 3 in. Steel Mat Roof Board, SECUROCK Gypsum-Fiber Roof
RUres@@te Board or min. 7/16-inch DEXcell Cement Roof
Board
Additional Insulation Layer: Min. 1-inch Insulfoam
Min. 22 ga., type B, Grade Min. 2-inch Insulfoam IX Tremco #12 DP Fastener with Tremco 3” 1per2.0 | IXEPS LRFIA or %
L. 40 steel EPS Metal Insulation Plate ft2 Coverboard: Min. 0.25-inch DensDeck Prime or LRFIA(BG) TPOFB-PSFA 45.0
SECUROCK Gypsum-Fiber Roof Board
Additional Insulation Layer(s): (Optional) Min.
Tremco #12 DP (steel only), Tremco #14 HD 1-inch Trisotech G, Trisotech CGF, Trisotech or
. or Tremco #15 EHD (steel only) with Tremco Styrofoam Brand Roofmate, Highload 60 or
Min. 22 ga., Type B, Grade 3” Metal Insulation Plate or Tremco #1211 1per2.0 | Plazamate LRFIA or
S-105. | 40 steel or min. 2,500 psi Min. 2-inch Trisotech G (steel only), Tremco #1410 or Tremco #1510 0 . . . LRFIA(BG), 6- | TPOFB-PSFA -52.5
A ) . ft Coverboard: Min. 0.25-inch DensDeck Prime, .
structural concrete XHD (steel only) with Tremco Disc 3 in. Steel ————— inch o.c.
Stress Plate or Tremco Disc Ribbed 3 in. Steel DEXcell FA Glass Mat Roof Board or SECUROCK
Stress Plate Gypsum-Fiber Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
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TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED SINGLE-PLY ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck Fee— e p— Roof Cover MDP
No- — Type (Note 11) (Note 17) Type (Note 6,7,8) {Note 15) (osf)
Tremco #12 DP (steel only), Tremco #14 HD
or Tremco #15 EHD (steel only) with Tremco
Min. 22 ga., Type B, Grade Min. 2-inch Trisotech G, 3” Metal Insulation Plate or Tremco #1211 1per13 0.5-inch ACFoam HD CoverBoard, 0.625-inch LRFIA or
S-106. 33 steel or min. 2,500 psi Trisotech CGF or (steel only), Tremco #1410 or Tremco #1510 pf ) : ACFoam HD CoverBoard-FR or min. 0.25-inch TPOFB-PSFA -60.0
structural concrete Trisotech XHD (steel only) with Tremco Disc 3 in. Steel t SECUROCK Gypsum-Fiber Roof Board LRFIA(BG)
Stress Plate or Tremco Disc Ribbed 3 in. Steel
Stress Plate
Additional
Layer(s):
. Min. 2-inch Trisotech G Additional Insulation Layer(s): (Optional) Min. LRFIA or
Min. 22 ga., Type B, Grade ) ” : ; i
5-107. | 40 steel or min. 2,500 psi or Styrofoam Brand Tremco #14 HD Fastener with Tremco 3 1per2.0 | 1-inch base msutxlatuon. . LRFIA(BG) TPOFB-PSFA -60.0
structural concrete Roofmate, Highload 60 Metal Insulation Plate ft? Coverboard: Min. 0.5-inch DensDeck Prime or Coverboard:
or Plazamate min. 7/16-inch DEXcell Cement Roof Board LRFIA or
LRFIA(BG), 6-
inch o.c.
Tremco #12 DP (steel only), Tremco #14 HD
or Tremco #15 EHD (steel only) with Tremco Additional Insulation Layer(s): (Optional) Min.
Min. 22 ga., Type B, Grade 3” Metal Insulation Plate or Tremco #1211 1per1.0 1-inch base insulation LRFIA or
S-108. | 40 steel or min. 2,500 psi Min. 2-inch Trisotech G (steel only), Tremco #1410 or Tremco #1510 pf , Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG), 6- | TPOFB-PSFA -67.5
structural concrete XHD (steel only) with Tremco Disc 3 in. Steel p SECUROCK Gypsum-Fiber Roof Board or min. inch o.c.
Stress Plate or Tremco Disc Ribbed 3 in. Steel 7/16-inch DEXcell Cement Roof Board
Stress Plate
Additional Insulation Layer(s): (Optional) Min.
1-inch Trisotech G, Trisotech CGF, Trisotech,
Min. 22 ga., Type B, Grade Min. 2-inch Trisotech G, Tremco #15 EHD with Tremco 3” Metal 1per1.3 | Styrofoam Roofmate or Styrofoam Highload 60 LRFIA or
S-109. ! ! Styrofoam Roofmate or ) . LRFIA(BG), 6- | TPOFB-PSFA -75.0
40 steel Styrofoam Highload 60 Insulation Plate ft? Coverboard: 0.5-inch ACFoam HD CoverBoard, inch o.c.
0.625-inch ACFoam HD CoverBoard-FR or min.
0.5-inch SECUROCK Gypsum-Fiber Roof Board
Additional Insulation Layer(s): (Optional) Min.
Min. 2-inch Trisotech G 1-inch Trisotech G, Trisotech (;GF, Trisotech or
Min. 22 ga., Type B, Grade | or Styrofoam Brand Tremco #15 EHD Fastener with Tremco 3” 1lperl3 Styrofoam Brand Roofmate, Highload 60 or LRFIA or
S-110. 40 steel ! ’ Roofmate, Highload 60 Metal Insulation Plate f2 Plazamate !.RFIA(BG), 6- | TPOFB-PSFA -112.5
or Plazamate Coverboard: Min. 0.5-inch SECUROCK Gypsum- inch o.c.
Fiber Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
. Min. 2-inch Trisotech G Tremco #15 EHD with Tremco 3” Metal 0.5-inch ACFoam HD CoverBoard., 0.625:inch LRFIA or
S111 Min. 22 ga., Type B, Grade Trisotech CGE or ! In.sulation Platé, Tre_mco #1510 XHD Fastener | 1 per 1.0 | ACFoam HD CoverBoard-FR or min. 0.5-inch LRFIA(BG), 6- | TPOFB-PSFA 1275
" | 80 steel . with Tremco Disc 3 in. Steel Stress Plate or ft2 DensDeck Prime or SECUROCK Gypsum-Fiber . ! i
Trisotech Dekfast DF-#15-PH3 with Dekfast PLT-R-3 Roof Board inch o.c.

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ

TremPly® TPO Roof Systems; (800) 562-2728
TOP OF APPENDIX

PEER-TRM-007.A.R6 for FL22216-R6 (NON-HVHZ)

Revision 6: 12/14/2025
Appendix 1, Page 48 of 135




NEmoO | etc.e
TABLE 2c: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED SINGLE-PLY ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck = e p— Roof Cover MDP
No. (Note 1) T asten ttac T 3¢ (Note 15) (psf)
ype (Note 11) (Note 17) ype (Note 6,7,8)
Min. 2-inch Trisotech G Tremco #15 EHD with Tremco 3” Metal 0.5-inch ACFoam HD CoverBoard, 0.625-inch LRFIA or
$112 Min. 22 ga., Type B, Grade Trisc;tech CGF or ! Insulation Plate, Tremco #1510 XHD Fastener | 1 per 1.0 | ACFoam HD CoverBoard-FR or min. 0.5-inch LRFIA(BG), 4- | TPOFB-PSFA 135.0
" | 80 steel . with Tremco Disc 3 in. Steel Stress Plate or ft2 DensDeck Prime or SECUROCK Gypsum-Fiber . ! ’
Trisotech Dekfast DF-#15-PH3 with Dekfast PLT-R-3 Roof Board inch o.c.

TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED MULTI-PLY ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
ST i Fasten Attach Attach loet)
No. (Note 1) Type (Note 11) ot 17 Type Note 6.7.8 Base Ply Ply Cap Ply (psf)
POWERPLY ENDURE BIO ADHESIVE TF ADHESIVE APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional) Min.
1-inch Trisotech G, Trisotech CGF, Trisotech,
GAF EnergyGuard Polyiso Insulation or
Min. 22 ga., Styrofoam Brand Roofmate, Highload 60 or
type B, Grade 33 Min. 2-inch Trisotech Plazam3Q (Optional) TPOFB-PEBATF,
steel or min. ) 1 per Coverboard: Min. 0.125-inch TremBoard AC, BP-CA5 or TPOFB-PSFA or %
11315 500 psi Sosll:z f:f&i‘i%:}ard Note2 40%¢ | min. 0.5-inch Structodek HD with Primed Red | O tRFIABG) 1 gas cas ng:CA:;r TPOFB-TLRA (4- | 7
structural Coating, min. 0.25-inch DensDeck Prime, inch o.c.)
concrete DEXcell FA Glass Mat Roof Board, SECUROCK
Gypsum-Fiber Roof Board or min. 0.5-inch
SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min.
1-inch Trisotech G, Trisotech CGF, Trisotech,
GAF EnergyGuard Polyiso Insulation or
Min. 22 ga., Styrofoam Brand Roofmate, Highload 60 or
type B, Grade 33 | Min. 1.5-inch Plazamate (Optional) TPOFB-PEBATF,
steel or min. Trisotech G, GAF 1 per Coverboard: Min. 0.125-inch TremBoard AC, BP-CAS or TPOFB-PSFA or
>-114. 2,500 psi EnergyGuard Polyiso Note 2 2.0 ft? min. 0.5-inch Structodek HD with Primed Red LRFIA or LRFIA(BG) SBS-CAS5 SBBP;CCA:SM TPOFB-TLRA (4- -45.0%
structural Insulation Coating, min. 0.25-inch DensDeck Prime, - inch o.c.)
concrete DEXcell FA Glass Mat Roof Board, SECUROCK
Gypsum-Fiber Roof Board or min. 0.5-inch
SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
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TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck - o e MDP
No. (Note 1) T asten trac T ac Base P PI PI (psf)
ype (Note 11) (Note 17) ype (Note 6,7,8) ase Fly v Cap Ply
Additional Insulation Layer(s): (Optional) Min.
i 1-inch Trisotech G, Trisotech CGF, Trisotech or
Min. 22 ga., Styrofoam Brand Roofmate, Highload 60 or
type B, Grade 40 PI:zamate » TIB (Optional) TPOFB-PEBATF,
| in. Min. 2-inch Tri h 1 LRFIA or LRFIA(B BP-CA TPOFB-PSFA
S-115. ;t:goorsrinm G n. 2-inch Trisotec Note 2 ) g?trz Coverboard: Min. 0.25-inch DensDeck Prime, 6—inchoor c (BG), SBS?CAssor BP-CAS or TPSFB-TfRA g_ -52.5
A ' DEXcell FA Glass Mat Roof Board or SECUROCK & SBS-CAS )
structural . . . inch o.c.)
concrete Gypsum-Fiber Roof Board or min. 0.5-inch
SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Min. 22 ga.,
type B, Gr?de 40 . . . Additional Insulation Layer(s): (Optional) Min. (Optional) TPOFB-PEBATF,
steel or min. Min. 2-inch Trisotech 1 per X - - BP-CAS5 or TPOFB-PSFA or
S-116. 2500 bsi G Note 2 202 1-inch base insulation LRFIA or LRFIA(BG) SBS-CAS BP-CA5S or TPOFB-TLRA (4- -52.5
2oV ' Coverboard: Min. 0.125-inch TremBoard AC SBS-CAS | .
structural inch o.c.)
concrete
TPOFB-PEBATF
Min. 22 ga., Min. 0.5-inch ) \ ) (Optional) !
$-117. | type B, Grade 40 | SECUROCK Gypsum- | Note 2 Lper | Min. 0.5-inch SECUROCK Gypsum Fiber Roof LRFIA or LRFIA(BG) | Br-ASOT | gp_cagor | JTPOFB-PSFAOr - o)
. 2.0 ft? Board SBS-CA5 TPOFB-TLRA (4-
steel Fiber Roof Board SBS-CA5 .
inch o.c.)
Tremco #14 HD
Min. 22 ga., Min. 2-inch Trisotech Fastener \:nth AletlonaI Ir?sulatlt.)n Layer(s): (Optional) Min. Additional Layer(s):
type B, Grade 40 Tremco 3” Metal 1-inch base insulation . TPOFB-PEBATF,
: G or Styrofoam 0 _ ) _ LRFIA or LRFIA(BG) (Optional)
5118 steel or min. Brand Roofmate Insulation Plate or 1per | Coverboard: Min. 0.5-inch Structodek HD with Coverboard: LRFIA BP-CASor | oo -ncor | TPOFB-PSFAOr -60.0
“ | 2,500 psi Highload 60 or ! ACE #15 with ACE 2.0 ft? Primed Red Coating, DensDeck Prime or m) 6-inch SBS-CA5 SBS-CAS TPOFB-TLRA (4- :
structural Plagzamate 3” BE Insulation SECUROCK Cement Roof Board or min. 7/16- oc ’ inch o.c.)
concrete Plate or ACE 3” WW inch DEXcell Cement Roof Board o
Insulation Plate
Min. 22 ea I::Eﬁzr\i’?t:lj Additional Insulation Layer(s): (Optional) Min.
-2 83y Min. 2-inch Trisotech 7 1-inch Trisotech G, Trisotech CGF, Trisotech, Additional Layer(s):
type B, Grade 40 Tremco 3” Metal . " . TPOFB-PEBATF,
. G or Styrofoam X GAF EnergyGuard Polyiso Insulation or LRFIA or LRFIA(BG) (Optional)
steel or min. Insulation Plate or 1 per R BP-CAS or TPOFB-PSFA or
S-119. R Brand Roofmate, i Styrofoam Brand Roofmate, Highload 60 or Coverboard: LRFIA BP-CAS or -60.0*
2,500 psi . ACE #15 with ACE 2.0 ft2 — . SBS-CA5 TPOFB-TLRA (4-
Highload 60 or ” . Plazamate or LRFIA(BG), 6-inch SBS-CA5 .
structural 3” BE Insulation . . inch o.c.)
Plazamate » Coverboard: Min. 1-inch MonoBoard (no o.c.
concrete Plate or ACE 3” WW — . .
. extrapolation permitted for ribbon attachment)
Insulation Plate
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TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck - o e MDP
No. (Note 1) T CELL ttac T ac Base Pl Pl Pl (psf)
ype (Note 11) (Note 17) ype (Note 6,7,8) ase Fly v Cap Ply
Tremco #14 HD Additional Insulation Layer(s): (Optional) Min.
Min. 22 ga. . . . Fastener with 1-inch Trisotech G, Trisotech CGF, Trisotech, -
! . 2- »” ) . Addit | Layer(s):
type B, Grade 40 Min. 2-inch Trisotech Tremco 3” Metal GAF EnergyGuard Polyiso Insulation or (Long’ Layers . TPOFB-PEBATF,
. G or Styrofoam X R LRFIA or LRFIA(BG) (Optional)
steel or min. Insulation Plate or 1 per Styrofoam Brand Roofmate, Highload 60 or BP-CA5 or TPOFB-PSFA or
S-120. . Brand Roofmate, i Coverboard: LRFIA BP-CAS or -60.0*
2,500 psi Highload 60 or ACE #15 with ACE 2.0 ft2 Plazamate 7(” LRFIA(BG), 6-inch SBS-CAS SBS-CAS TPOFB-TLRA (4-
structural Plagzamate 3” BE Insulation Coverboard: Min. 1-inch MonoBoard Plus or oc ! inch o.c.)
concrete Plate or ACE 3” WW Min. 2-inch TopRock DD Plus (no extrapolation -
Insulation Plate permitted for ribbon attachment)
Min. 22 ga., Additional Insulation Layer(s): (Optional) Min.
type B, Grade 40 1-inch base insulation (Optional) TPOFB-PEBATF,
5121 steel or min. Min. 2-inch Trisotech Note 2 1 per Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA or LRFIA(BG), BP-CAS5 or BP‘—)CAS or TPOFB-PSFA or 675
“ | 2,500 psi G I 1.0 ft? SECUROCK Gypsum-Fiber Roof Board or 6-inch o.c. SBS-CA5 SBS-CAS TPOFB-TLRA (4- !
structural SECUROCK Cement Roof Board or min. 7/16- inch o.c.)
concrete inch DEXcell Cement Roof Board
Tremco #15 EHD
Min. 2-inch Trisotech Fastener with Additional Insulation Layer(s): (Optional) Min.
Min. 22 ga G ::r st I:gfoa::o ec Tremco 3” Metal 1-inch Trisotech G, Trisotech CGF, Trisotech or (Optional) TPOFB-PEBATF,
5122 ¢ e' B Ggra-ézle 40 | Brand ;oofmate Insulation Plate or 1 per Styrofoam Brand Roofmate, Highload 60 or LRFIA or LRFIA(BG), BP-CAS5 or BPpCAS or TPOFB-PSFA or 1125
: S‘t’sel ' Hiohlond 60 or ACE #15 with ACE 13f2 | Plazamate 6-inch o.c. SBS-CAS | oo cro | TPOFB-TLRA (4- :
Plfzamate 3” BE Insulation Coverboard: Min. 0.5-inch SECUROCK Gypsum- inch o.c.)
Plate or ACE 3” WW Fiber Roof Board
Insulation Plate
Additional Insulation Layer(s): (Optional) Min.
R Tremco #14 o 1-inch Trisotech G, Trisotech CGF, Trisotech,
Min. 22 ga., Fastener 4gh GAF EnergyGuard Polyiso Insulation
type B, Grade 40 Tremco 3” Metal &Y K y . . TPOFB-PEBATF,
) . . . X Coverboard: Min. 0.5-inch Structodek HD with (Optional)
steel or min. Min. 2-inch Trisotech | Insulation Plate or 1 per — AT ; . BP-CAS5 or TPOFB-PSFA or
S-123. 2500 osi G ACE #15 with ACE 2.0 2 Primed Red Coating, DensDeck Prime, DEXcell Hot asphalt SBS-CAS BP-CA5 or TPOFB-TLRA (4- -60.0
’ P ” ) ' FA Glass Mat Roof Board, SECUROCK Gypsum- SBS-CA5 )
structural 3” BE Insulation i inch o.c.)
\ Fiber Roof Board or SECUROCK Cement Roof
concrete Plate or ACE 3” WW X .
. Board or min. 7/16-inch DEXcell Cement Roof
Insulation Plate
Board
Tremco #14 HD
Min. 22 ga., Fastener with
type B, Grade 40 Tremco 3” Metal (Optional) TPOFB-PEBATF,
5124 steel or min. Min. 2-inch Trisotech | Insulation Plate or 1 per Min. 0.5-inch Structodek HD with Primed Red Hot asphalt BP-CAS5 or BPF—)CAS or TPOFB-PSFA or €75
’ 2,500 psi G ACE #15 with ACE 2.0 ft2 Coating P SBS-CA5 TPOFB-TLRA (4- ’
” : SBS-CA5 .
structural 3” BE Insulation inch o.c.)
concrete Plate or ACE 3” WW
Insulation Plate
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TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck - o e MDP
No. (Note 1) T asten ttac T ac Base Pl Pl Pl (psf)
ype (Note 11) (Note 17) ype (Note 6,7,8) ase Fly v Cap Ply
Tremco #1410
Fastener with
in. 22 ga, SteslSrese lateor
type B, Grade 33 . . . L . TPOFB-PEBATF,
steel or min. Min. 2-inch Trisotech Tr.emco Disc Ribbed 1 per Min. 0.25-inch DensDeck Prime or SECUROCK BP-CA5 or (Optional) TPOFB-PSFA or
S-125. 2 500 psi G, GAF EnergyGuard 3in. Steel Stress 1452 | Gyosum-Fiber Roof Board Hot asphalt SBS-CAS BP-CA5S or TPOFB-TLRA (4- -75.0
- pral Polyiso Insulation Plate or ACE #15 : ypsu SBS.CAS | ')
et with ACE 3” BE inch o.c.
concrete )
Insulation Plate or
ACE 3” WW
Insulation Plate
Tremco #14 HD
Min. 22 ga., Fastener with
type B, Grade 33 Tremco 3” Metal (Optional) TPOFB-PEBATF,
5126 steel or min. Min. 2-inch Trisotech | Insulation Plate or 1 per Min. 0.25-inch DensDeck Prime or SECUROCK Hot asphalt BP-CA5 or BPF—)CAS or TPOFB-PSFA or 750
" | 2,500 psi G ACE #15 with ACE 1.45 ft? | Gypsum-Fiber Roof Board P SBS-CAS TPOFB-TLRA (4- ’
” . SBS-CA5 .
structural 3” BE Insulation inch o.c.)
concrete Plate or ACE 3” WW
Insulation Plate
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Additional Insulation Layer(s): (Optional) Min.
1-inch Trisotech G, Trisotech CGF, Trisotech,
GAF EnergyGuard Polyiso Insulation or
i Styrofoam Brand Roofmate, Highload 60 or
Min. 22 ga., y! g TPOFB-HA,
type B, Grade 33 . . . Plazamate .
steel or min Min. 2-inch Trisotech 1 per Coverboard: Min. 0.125-inch TremBoard AC BP-CA6 or (Optional) | TPOFB-PEBATF,
S-127. L G, GAF EnergyGuard Note 2 p b = el T . X ! LRFIA or LRFIA(BG) BP-CA6 or | TPOFB-PSFA or -37.5%
2,500 psi X . — 4.0 ft min. 0.5-inch Structodek HD with Primed Red SBS-CA6
Polyiso Insulation . R . . SBS-CA6 TPOFB-TLRA (4-
structural Coating, min. 0.25-inch DensDeck Prime, inch o.c.)
concrete DEXcell FA Glass Mat Roof Board, SECUROCK -
Gypsum-Fiber Roof Board or min. 0.5-inch
SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
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TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck - o e MDP
No. (Note 1) T CELL ttac T ac Base Pl Pl Pl (psf)
ype (Note 11) (Note 17) ype (Note 6,7,8) ase Fly v Cap Ply
Additional Insulation Layer(s): (Optional) Min.
1-inch Trisotech G, Trisotech CGF, Trisotech,
GAF EnergyGuard Polyiso Insulation or
Min. 22 ga., . - Styrofoam Brand Roofmate, Highload 60 or TPOFB-HA,
type B, Grade 33 | Min. 1.5-inch Plazamate (Optional) | TPOFB-PEBATE
| in. Tri h AF 1 : Min. 0. -i BP-CA !
s-128. | Stectormin risotech G, GAF | Note 2 per | Coverboard: Min. 0125 inch TremBoard AC, | | gy or (RFiA(8G) CAGOr | Bp.cAGor | TPOFB-PSFAOr | -45.0%
2,500 psi EnergyGuard Polyiso 2.0 ft min. 0.5-inch Structodek HD with Primed Red SBS-CA6
. e . . SBS-CA6 | TPOFB-TLRA (4-
structural Insulation Coating, min. 0.25-inch DensDeck Prime, inch o.c.)
concrete DEXcell FA Glass Mat Roof Board, SECUROCK h
Gypsum-Fiber Roof Board or min. 0.5-inch
SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min.
Min. 22 1-inch Trisotech G, Trisotech CGF, Trisotech or
ty||:>r:3. B Ggfa.;ie 40 Styrofoam Brand Roofmate, Highload 60 or TPOFB-HA,
L . . . Plazamate (Optional) | TPOFB-PEBATF,
5-129. ;tzgloorsr:""' '(\;/"n' Zinch Trisotech |\ 105 21 g ?trz Coverboard: Min. 0.25-inch DensDeck Prime, ;ﬁi'?hoor 'C'RF'A(BG)’ g;;é:;r BP-CA6 or | TPOFB-PSFAor | -52.5
’ p ' DEXcell FA Glass Mat Roof Board or SECUROCK o SBS-CA6 TPOFB-TLRA (4-
structural . ) ) .
concrete Gypsum-Fiber Roof Board or min. 0.5-inch inch o.c.)
SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
LWZ ézeggée 40 TPOFB-HA,
s\t/ZeI O Min. 2-inch Trisotech Loer | Additional Insulation Laver(s): (Optional) Min. Bp-CAG o | (OPtional) | TPOFB-PEBATF,
S-130. 2 500 bsi ’ G ' Note 2 2 gftz 1-inch base insulation LRFIA or LRFIA(BG) SBS-CAG BP-CA6 or | TPOFB-PSFA or -52.5
’ P \ Coverboard: Min. 0.125-inch TremBoard AC SBS-CA6 TPOFB-TLRA (4-
structural VB .
inch o.c.)
concrete
Additional Insulation Layer(s): (Optional) Min.
1 - - ;
Tremco ¥14 HD inch Trisotech G, Trls'otech CGE, Trisotech,
Min. 22 ga Fasterier with GAF EnergyGuard Polyiso Insulation or
t ! e' B Ggra';je 0 Min. 2-inch Trisotech Tremco 3\”‘V||V|eta| Styrofoam Brand Roofmate, Highload 60 or Additional Layer(s): TPOFB-HA,
S\t/sel A G or Styrofoam D iion Platel Lper | Plazamate LRFIA or LRFIA(BG) | . .\ | (Optional) | TPOFB-PEBATF,
S-131. 2500 bsi : Brand Roofmate, ACE #15 with ACE ) gftz Coverboard: Min. 0.5-inch Structodek HD with Coverboard: LRFIA SBS-CAG BP-CA6 or | TPOFB-PSFA or -60.0
s{ruct:ral Highload 60 or 37 BE Insulation ' Primed Red Coating, DensDeck Prime, DEXcell or LRFIA(BG), 6-inch SBS-CA6 TPOFB-TLRA (4-
concrete Plazamate Plate of ACE 3" WW FA Glass Mat Roof Board, SECUROCK Gypsum- o.c. inch o.c.)
Insulation Plate Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof
Board
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TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck - o e MDP
No. (Note 1) T asten tae T ac Base P PI PI (psf)
ype (Note 11) (Note 17) ype (Note 6,7,8) ase Fly v Cap Ply
Tremco #14 HD Additional Insulation Layer(s): (Optional) Min.
in. . i 1-inch Trisotech G, Trisotech CGF, Trisotech, .
Min. 22 ga., Min. 2-inch Trisotech Fastener \,’,Vlth Inch Trisotec ”S.O &c X risotec Additional Layer(s): TPOFB-HA,
type B, Grade 40 Tremco 3” Metal GAF EnergyGuard Polyiso Insulation or .
. G or Styrofoam X R LRFIA or LRFIA(BG) (Optional) | TPOFB-PEBATF,
steel or min. Insulation Plate or 1 per Styrofoam Brand Roofmate, Highload 60 or BP-CA6 or
S-132. . Brand Roofmate, i Coverboard: LRFIA BP-CA6 or | TPOFB-PSFA or -60.0*
2,200 psi Highload 60 or ACEMIS with ACE | 207" | Plazamate or LRFIA(BG), 6-inch | “°>“A® | sps.cA6 | TPOFB-TLRA (4-
structural Plagzamate 3” BE Insulation Coverboard: Min. 1-inch MonoBoard Plus or oc ! inch o.c.)
concrete Plate or ACE 3” WW Min. 2-inch TopRock DD Plus (no extrapolation - -
Insulation Plate permitted for ribbon attachment)
Additional Insulation Layer(s): (Optional) Min.
i 1-inch Trisotech G, Trisotech CGF, Trisotech or
Min. 22 ga., Y
Styrofoam Brand Roofmate, Highload 60 or TPOFB-HA,
type B, Grade 40 Plazamate (Optional) | TPOFB-PEBATF
| in. Min. 2-inch Tri h 1 LRFIA or LRFIA(B BP-CA !
5-133. ;tggom;i"'” o in. 2-inch Trisotech | \ote 2 . g‘:trz Coverboard: Min. 0.5-inch DensDeck Prime, G_inch°0'c (BG), sss?c:sor BP-CAGor | TPOFB-PSFAor | -67.5
s{ructl?ral ' DEXcell FA Glass Mat Roof Board, SECUROCK - SBS-CA6 TPOFB-TLRA (4-
concrete Gypsum-Fiber Roof Board or SECUROCK inch o.c.)
Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
ACE #15 with ACE
3” BE Insulation
Plate or ACE 3” WW
Insulation Plate, Additional Insulation Layer(s): (Optional) Min.
Dekfast DF-#15-PH3 1-inch Trisotech G, Trisotech CGF, Trisotech or TPOFB-HA
i -R- Styrofoam Brand Roofmate, Highload 60 e
Min. 22 ga., Min. 2-inch Trisotech | Vith Dekfast PLT-R Uty ' o0Tmate, Highload 55 or (Optional) | TPOFB-PEBATF,
. 3, Tremco #1510 1 per Plazamate LRFIA or LRFIA(BG), BP-CA6 or
S-134. | type B, Grade 80 | G, Trisotech CGF or . . . . R BP-CA6 or | TPOFB-PSFA or -97.5
steel Trisotech XHD Fastener with 1.0 ft? Coverboard: Min. 0.5-inch DensDeck Prime, 6-inch o.c. SBS-CA6 SBS-CAG TPOFB-TLRA (4-
Tremco Disc Ribbed SECUROCK Gypsum-Fiber Roof Board or inch o.c.)
3 in. Steel Stress SECUROCK Cement Roof Board or min. 7/16- -
Plate, Tremco #15 inch DEXcell Cement Roof Board
EHD Fastener with
Tremco 3” Metal
Insulation Plate
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TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck - o e MDP
No. (Note 1) T CELL ttac T ac Base Pl Pl Pl (psf)
ype (Note 11) (Note 17) ype (Note 6,7,8) ase Fly v Cap Ply
Additional Insulation Layer(s): (Optional) Min.
Tremco #14 HD 1-inch Trisotech G, Trls.otech CGF., Trisotech,
Min. 22 ga Fastener with GAF EnergyGuard Polyiso Insulation or
PecBay Min. 2-inch Trisotech " Styrofoam Brand Roofmate, Highload 60 or TPOFB-HA,
type B, Grade 40 Tremco 3” Metal .
steel o min G or Styrofoam Insulation Plate or 1 per Plazamate BP-CAG or (Optional) | TPOFB-PEBATF,
S-135. 2 500 psi ! Brand Roofmate, ACE #15 with ACE 5 (?ftz Coverboard: Min. 0.5-inch Structodek HD with Hot asphalt SBS-CAG BP-CA6 or | TPOFB-PSFA or -60.0
’ P Highload 60 or ” . ' Primed Red Coating, DensDeck Prime, DEXcell SBS-CA6 TPOFB-TLRA (4-
structural 3” BE Insulation .
concrete Plazamate Plate or ACE 3" WW FA Glass Mat Roof Board, SECUROCK Gypsum- inch o.c.)
Insulation Plate Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof
Board
Tremco #1410
Fastener with
. Tremco Disc 3 in.
Lv“r:a. éngfa.;ie 33 Steel Stress Plate or TPOFB-HA,
s\t/sel o,r min Min. 2-inch Trisotech | Tremco Disc Ribbed 1 per Min. 0.25-inch DensDeck Prime, DEXcell FA BP-CA6 or (Optional) | TPOFB-PEBATF,
S-136. 2 500 psi ’ G, GAF EnergyGuard 3in. Steel Stress 1 42 2 Glass Mat Roof Board or SECUROCK Gypsum- Hot asphalt SBS-CAG BP-CA6 or | TPOFB-PSFA or -75.0
’ P Polyiso Insulation Plate or ACE #15 : Fiber Roof Board SBS-CA6 TPOFB-TLRA (4-
structural . " i
with ACE 3” BE inch o.c.)
concrete .
Insulation Plate or
ACE 3” WW
Insulation Plate
Tremco #14 HD
LV“f:a- éngfa.;ie 33 ‘T’?Ztnf:c?;\”’wl\t/lhetal TPOFB-HA,
s\tISeI o,r min Min. 2-inch Trisotech | Insulation Plate or 1 per F- 0-25-inch DensDeck Prime, DEXcell FA BP-CA6 or (Optional) | TPOFB-PEBATF,
S-137. 2 500 psi ’ G ’ ACE #15 with ACE 1 42 2 Glass Mat Roof Board or SECUROCK Gypsum- Hot asphalt SBS-CAG BP-CA6 or | TPOFB-PSFA or -75.0
’ P ” . ’ Fiber Roof Board SBS-CA6 TPOFB-TLRA (4-
structural 3” BE Insulation inch o.¢.)
concrete Plate or ACE 3” WW inch o.c.
Insulation Plate
HOT-ASPHALT OR THERMASTIC 80 APPLIED BASE PLY:
Min. 22 ga.,
Type B, Grade Min 1.5-inch GAF . . . . TPOFB-HA,
33 steel or min. EnergyGuard Polyiso 1 per Opnonal Igyers of base insulation followed by hot asphalt or BP-AA or (Optional) TPOFB-PSFA or
S-138. X . Note 2 Min. 0.25-inch DensDeck, DensDeck Prime or X BP-AA or -45.0*
2,500 psi Insulation, GAF T W4 2.0ft? ) THERMastic 80 SBS-AA TPOFB-TLRA (4-
SECUROCK Gypsum-Fiber Roof Board SBS-AA .
structural EnergyGuard Ultra inch o.c.)
concrete
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TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck - o e MDP
No. (Note 1) T asten trac T ac Base Pl PI Pl (psf)
L (Note 11) (Note 17) ype (Note 6,7,8) . & Cap Ply
Min. 22 ga.,
Type B, Grad ) . . . ) ) TPOFB-HA,
ype re ‘.3 Min 1.5-inch Optional layers of base insulation followed by (Optional)
33 steel or min. . . 1 per X R . hot asphalt or BP-AA or TPOFB-PSFA or "
S-139. 2500 bsi Trisotech, Trisotech Note 2 4002 Min. 0.25-inch DensDeck, DensDeck Prime or THERMastic 80 SBS-AA BP-AA or TPOFB-TLRA (4- -45.0
’ P G ' SECUROCK Gypsum-Fiber Roof Board SBS-AA .
structural inch o.c.)
concrete
Min. 22 ga.,
Type B, Grade Min 2-inch GAF Optional layers of min. 0.5-inch base insulation (Optional) TPOFB-HA,
5140 33 steel or min. EnergyGuard Polyiso Note 2 1 per followed by Min. 0.25-inch DensDeck, hot asphalt or BP-AA or BP‘—)AA or TPOFB-PSFA or -45.0*
* | 2,500 psi Insulation, GAF E— 4.0 ft? DensDeck Prime or SECUROCK Gypsum-Fiber THERMastic 80 SBS-AA SBS-AA TPOFB-TLRA (4- ’
structural EnergyGuard Ultra Roof Board inch o.c.)
concrete
Min. 22 ga.,
Type B, Grade Optional layers of min. 1.5-inch base insulation (Optional) TPOFB-HA,
5141 33 steel or min. Min 2-inch Trisotech Note 2 1 per followed by Min. 0.25-inch DensDeck, hot asphalt or BP-AA or BP?AA or TPOFB-PSFA or -45.0*
* | 2,500 psi G — 5.3 ft? DensDeck Prime or SECUROCK Gypsum-Fiber THERMastic 80 SBS-AA SBS-AA TPOFB-TLRA (4- ’
structural Roof Board inch o.c.)
concrete
Min. 22 ga., TPOFB-HA,
type B, Grade 33 . ) ) (Optional) ’
. Min. 2-inch Trisotech | See Note 2 (#14 1 per . . hot asphalt or BP-AA or TPOFB-PSFA or "
S-142. | steelor I’.Tlll’l. G only) 2.0 fi2 Min. 0.5-inch DensDeck THERMastic 80 SBS-AA BP-AA or TPOFB-TLRA (4- 45.0
2,500 psi SBS-AA inch o.c.)
concrete o
Min. 22 ga., TPOFB-HA
type B, Grade 33 ) ) ) . . ] (Optional) ’
5143 steel or min Min. 2-inch Trisotech | See Note 2 (#14 1 per Min. 0.5-inch SECUROCK Gypsum-Fiber Roof hot asphalt or BP-AA or BP-AA or TPOFB-PSFA or 675
’ o G only) 1.0ft> | Board THERMastic 80 SBS-AA TPOFB-TLRA (4- ’
2,500 psi SBS-AA inch o.c.)
concrete o
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TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Fasten Attach Attach MDP
No. (Note 1) Type — ote 17) Type Note 6.7.8 Base Ply Ply Cap Ply (psf)
Additional Insulation Layer(s): (Optional) Min.
1-inch Trisotech G, Trisotech CGF, Trisotech,
GAF EnergyGuard Polyiso Insulation or
Min. 22 ga., Styrofoam Brand Roofmate, Highload 60 or
type B, Grade 33 Min. 2-inch Trisotech Plazamate (Optional) TPOFB-HA,
steel or min. ) 1 per Coverboard: Min. 0.125-inch TremBoard AC, BP-AA or TPOFB-PSFA or "
1841 5 500 psi Sosl/:z f::l;iﬁ)‘:]ard Note2 40%¢ | min. 0.5inch Structodek HD with Primed Red | "+ 7 RFIABG) | gas an sgi::r TPOFB-TIRA (4- | 37
structural Coating, min. 0.25-inch DensDeck Prime, inch o.c.)
concrete DEXcell FA Glass Mat Roof Board, SECUROCK
Gypsum-Fiber Roof Board or min. 0.5-inch
SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min.
1-inch Trisotech G, Trisotech CGF, Trisotech,
GAF EnergyGuard Polyiso Insulation or
Min. 22 ga., Styrofoam Brand Roofmate, Highload 60 or
type B, Grade 33 | Min. 1.5-inch Plazamate (Optional) TPOFB-HA,
steel or min. Trisotech G, GAF 1 per Coverboard: Min. 0.125-inch TremBoard AC, BP-AA or TPOFB-PSFA or
5-145. 2,500 psi EnergyGuard Polyiso Note 2 2.0 ft? min. 0.5-inch Structodek HD with Primed Red LRFIA or LRFIA(BG) SBS-AA SBBP;A:Aor TPOFB-TLRA (4- 45.0%
structural Insulation Coating, min. 0.25-inch DensDeck Prime, ) inch o.c.)
concrete DEXcell FA Glass Mat Roof Board, SECUROCK
Gypsum-Fiber Roof Board or min. 0.5-inch
SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min.
. 1-inch Trisotech G, Trisotech CGF, Trisotech or
Min. 22 ga., Styrofoam Brand Roofmate, Highload 60 or
type B, Grade 40 . TPOFB-HA,
steel or min. Min. 2-inch Trisotech 1per | Plazamate LRFIA or LRFIA(BG), | BP-AAor | (0PNl | rones bopa o
S-146. 2,500 psi G Note 2 202 Coverboard: Min. 0.25-inch DensDeck Prime, 6-inch o.c ! SBS-AA BP-AA or TPOFB-TLRA (4- -52.5
! ' DEXcell FA Glass Mat Roof Board or SECUROCK o SBS-AA .
structural ) . . inch o.c.)
concrete Gypsum-Fiber Roof Board or min. 0.5-inch
SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Min. 22 ga.,
typel B, Grz.ade 40 . inch Tri h Additional Insulation Layer(s): (Optional) Min. (Optional) TPOFS'HA’
5-147. ;t:googsri"'"' '(\;/"n' ZinchTrisotech |\ ote 2 215’?:2 1-inch base insulation LRFIA or LRFIA(BG) E;’;\:Am BP-AA or xgiaﬁfgﬁ g 525
’ ' Coverboard: Min. 0.125-inch TremBoard AC SBS-AA )
structural — inch o.c.)
concrete
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TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck - o e MDP
No. (Note 1) T asten trac T ac Base P PI PI (psf)
ype (Note 11) (Note 17) ype (Note 6,7,8) ase Fly v Cap Ply
Additional Insulation Layer(s): (Optional) Min.
- 414 HD 1-inch Trisotech G, Trisotech CGF, Trisotech,
Min. 22 Fre;nco ith GAF EnergyGuard Polyiso Insulation or
In. 22 ga. Min. 2-inch Trisotech astener \:” Styrofoam Brand Roofmate, Highload 60 or Additional Layer(s):
type B, Grade 40 Tremco 3” Metal . TPOFB-HA,
° G or Styrofoam - Plazamate LRFIA or LRFIA(BG) (Optional)
steel or min. Insulation Plate or 1 per . . . BP-AA or TPOFB-PSFA or
S-148. 2500 bsi Brand Roofmate, ACE #15 with ACE 2012 Coverboard: Min. 0.5-inch Structodek HD with Coverboard: LRFIA SBS-AA BP-AA or TPOFB-TLRA (4- -60.0
’ P Highload 60 or ” ) ' Primed Red Coating, DensDeck Prime, DEXcell or LRFIA(BG), 6-inch SBS-AA .
structural 3” BE Insulation inch o.c.)
concrete Plazamate Plate or ACE 3" WW FA Glass Mat Roof Board, SECUROCK Gypsum- o.c.
Insulation Plate Fiber Roof Board or SECUROCK Cement Roof
Board or min. 7/16-inch DEXcell Cement Roof
Board
Tremco #14 HD Additional Insulation Layer(s): (Optional) Min.
in. . i 1-inch Trisotech G, Trisotech CGF, Trisotech, "
Min. 22 ga., Min. 2-inch Trisotech Fastener ""‘”th i ; Additional Layer(s):
type B, Grade 40 Tremco 3” Metal GAF EnergyGuard Polyiso Insulation or . TPOFB-HA,
° G or Styrofoam ) R LRFIA or LRFIA(BG) (Optional)
5149 | Steelormin. Brand Roofmate Insulation Plate or 1per | Styrofoam Brand Roofmate, Highload 60 or Coverboard: LRFIA | BPAACT | pn aaor | TPOFB-PSFAOr 60.0*
| 2,500 psi Hihload 60 or ACE #15 with ACE 2.0ft2 | Plazamate %5 enep | SBSAA <BSAA TPOFB-TLRA (4- :
structural Pl;gzamate 3” BE Insulation Coverboard: Min. 1-inch MonoBoard Plus or oc ’ inch o.c.)
concrete Plate or ACE 3” WW Min. 2-inch TopRock DD Plus (no extrapolation o
Insulation Plate permitted for ribbon attachment)
Additional Insulation Layer(s): (Optional) Min.
Min. 22 1-inch Trisotech G, Trisotech CGF, Trisotech or
In.22ga., Styrofoam Brand Roofmate, Highload 60 or
type B, Grade 33 . TPOFB-HA,
steel or min Min. 2-inch Trisotech e NG LRFIA or LRFIA(BG), | BP-AAor | (0PN | p0ee poka o
S-150. 2 500 psi ’ G ' Note 2 1 gftz Coverboard: Min. 0.5-inch DensDeck Prime, 6-inch o.c ! SBS-AA BP-AA or TPOFB-TLRA (4- -67.5
s{ructupral ’ DEXcell FA Glass Mat Roof Board, SECUROCK - SBS-AA inch o.c.)
concrete Gypsum-Fiber Roof Board or SECUROCK -
Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Tremco #15 EHD
Min. 2-inch Trisotech Fastener with Additional Insulation Layer(s): (Optional) Min.
Min. 22 ea G ::r St I:cc)foa::o ec Tremco 3” Metal 1-inch Trisotech G, Trisotech CGF, Trisotech or (Optional) TPOFB-HA,
5151 ¢ e. B C?ra.::ie 40 | Brand I\R/oofmate Insulation Plate or 1 per Styrofoam Brand Roofmate, Highload 60 or LRFIA or LRFIA(BG), BP-AA or BPF-)AA or TPOFB-PSFA or 1125
: s\tlzel ! Hizhload 60 or ! ACE #15 with ACE 1.3 ft? Plazamate 6-inch o.c. SBS-AA SBS-AA TPOFB-TLRA (4- ’
Plagzamate 3” BE Insulation Coverboard: Min. 0.5-inch SECUROCK Gypsum- inch o.c.)
Plate or ACE 3” WW Fiber Roof Board
Insulation Plate
TORCH-APPLIED BASE PLY:
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TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Fasten Attach Attach MDP
No. (Note 1) Type — ote 17) Type Note 6.7.8 Base Ply Ply Cap Ply (psf)
Additional Insulation Layer(s): (Optional) Min.
. 1-inch Trisotech G, Trisotech CGF, Trisotech or
lv“: ézgr‘:;;le 33 Styrofoam Brand Roofmate, Highload 60 or TPOFB-HA,
sﬁjel c;r min. Min. 2-inch Trisotech 1 per Plazamate (Optional) TPOFB-PEBATF,
S-152. 2,500 psi G Note 2 4002 Coverboard: Min. 0.25-inch DensDeck Prime, LRFIA or LRFIA(BG) SBS-TA SBS-TA TPOFB-PSFA or -37.5*%
’ ' DEXcell FA Glass Mat Roof Board, SECUROCK TPOFB-TLRA (4-
structural . . . :
concrete Gypsum-Fiber Roof Board or min. 0.5-inch inch o.c.)
SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min.
Min. 22 ga 1-inch Trisotech G, Trisotech CGF, Trisotech or
’ ’ Styrofoam Brand Roofmate, Highload 60 or TPOFB-HA,
type B, Grade 33
steel or min. Min. 1.5-inch 1 per Plazamatg (Optional) TPOFB-PEBATF,
S-153. 2,500 psi Trisotech G Note 2 2012 Coverboard: Min. 0.25-inch DensDeck Prime, LRFIA or LRFIA(BG) SBS-TA SBS-TA TPOFB-PSFA or -45.0*
’ ’ DEXcell FA Glass Mat Roof Board, SECUROCK TPOFB-TLRA (4-
structural . ) . .
concrete Gypsum-Fiber Roof Board or min. 0.5-inch inch o.c.)
SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min.
Min. 22 ga 1-inch Trisotech G, Trisotech CGF, Trisotech or
’ " Styrofoam Brand Roofmate, Highload 60 or TPOFB-HA,
typel B, Gr?de 40 Min. 2-inch Tri h 1 Plazamate LRFIA or LRFIA(BG Obtional TPOFB-PEBATF,
S-154. ;t:googsrinm. G in. 2-inch Trisotec Note 2 ) g?trz Coverboard: Min. 0.25-inch DensDeck Prime, 6-incho(:c (BG), SBS-TA (SBg:['IFOAna ) TPOFB-PSFA or -52.5
’ ’ DEXcell FA Glass Mat Roof Board or SECUROCK o TPOFB-TLRA (4-
structural . . . .
concrete Gypsum-Fiber Roof Board or min. 0.5-inch inch o.c.)
SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Additional Insulation Layer(s): (Optional) Min.
Tremco #14 HD 1-inch Trisotech G, Trisotech CGF, Trisotech,
in. 22 ga. . . . Fastener with GAF EnergyGuard Polyiso Insulation or "
!t\\//l;:e B Ggraa;je 40 Min. 2-inch TriggiQ Tremco 3” Metal StyrofoanfyBrand Roozmate, Highload 60 or Additional Layer(s): TPOFB-HA,
5155 steel o’r min. [(3; orjt;roffoan: Insulation Plate or 1 per Plazamate ERFIA;” LZF.lA(BG) SBS-TA (Optional) IESEEE:E:TF’ 60.0
2> 2,500 psi H:;r:loag% o ACE #15withACE | 2.0ft2 | Coverboard: Min. 0.5-inch DensDeck Prime, %5 Lg_Fi'rﬁh ” SBSTA | 1porBTIRA ?; has
structural Plazamate 3” BE Insulation DEXcell FA Glass Mat Roof Board, SECUROCK oc ! inch o.c.)
concrete Plate or ACE 3” WW Gypsum-Fiber Roof Board or SECUROCK - -
Insulation Plate Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
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TABLE 2p: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck - o e MDP
No. (Note 1) T CELL ttac T ac Base Pl Pl Pl (psf)
ype (Note 11) (Note 17) ype (Note 6,7,8) ase Fly v Cap Ply
Tremco #14 HD Additional Insulation Layer(s): (Optional) Min.
in. . i 1-inch Trisotech G, Trisotech CGF, Trisotech, .

Min. 22 ga., Min. 2-inch Trisotech Fastener \,’,Vlth Inch Trisotec ”S.O &c X risotec Additional Layer(s): TPOFB-HA,

type B, Grade 40 Tremco 3” Metal GAF EnergyGuard Polyiso Insulation or

steel or min G or Styrofoam Insulation Plate or 1 per Styrofoam Brand Roofmate, Highload 60 or Gk~ or RN (Optional) TPOFB-PEBATF,

S-156. S Brand Roofmate, ) P Y ' Coverboard: LRFIA | SBS-TA " TPOFB-PSFAor | -60.0*
2,500 psi Highload 60 or ACE #15 with ACE 2.0ft?> | Plazamate or LRFIA(BG), 6-inch SBS-TA TPOFB-TLRA (4-
structural Plagzamate 3” BE Insulation Coverboard: Min. 1-inch Monoboard Plus or oc ! inch o.c.)
concrete Plate or ACE 3” WW min. 2-inch TopRock DD Plus (no extrapolation - -

Insulation Plate permitted for ribbon attachment)
Additional Insulation Layer(s): (Optional) Min.
i 1-inch Trisotech G, Trisotech CGF, Trisotech or
Min. 22 ga., Y
Styrofoam Brand Roofmate, Highload 60 or TPOFB-HA,
type B, Grade 33 Plazamate TPOFB-PEBATF
| in. Min. 2-inch Tri h 1 LRFIA or LRFIA(B i | !

5-157. ;tggom;i"'” o in. 2-inch Trisotech | \ote 2 . g ?trz Coverboard: Min. 0.5-inch DensDeck Prime, 6—inchoor . (BG) | sps7a (s(;gf'%”a )| TPoFB-PsFAGr | -675
s'éructl?ral ' DEXcell FA Glass Mat Roof Board, SECUROCK - TPOFB-TLRA (4-
concrete Gypsum-Fiber Roof Board or SECUROCK inch o.c.)

Cement Roof Board or min. 7/16-inch DEXcell

Cement Roof Board

Tremco #15 EHD
in. . i Additi I ion L : i 1) Min.
Min. 22 ga., Min. 2-inch Trisotech Fastener \I/'wth C.|dItI0nE.I nsulation .aver(s) (Optpna) in TPOFB-HA,
type B, Grade 40 Tremco 3” Metal 1-inch Trisotech G, Trisotech CGF, Trisotech or
. G or Styrofoam X R ) TPOFB-PEBATF,

steel or min. Insulation Plate or 1 per Styrofoam Brand Roofmate, Highload 60 or LRFIA or LRFIA(BG), (Optional)

S-158. K Brand Roofmate, . R SBS-TA TPOFB-PSFA or -112.5
2,500 psi Highload 60 or ACE #15 with ACE 1.3 ft? Plazamate 6-inch o.c. SBS-TA TPOFB-TLRA (4-
structural Plagzamate 3” BE Insulation Coverboard: Min. 0.5-inch SECUROCK Gypsum- inch o.c.)
concrete Plate or ACE 3” WW Fiber Roof Board -

Insulation Plate
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TABLE 2e: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED TEMP ROOF, BONDED TOP INSULATION, BONDED SINGLE-PLY ROOF COVER

Thermal Barrier Temp Roof Insulation Layer(s)
System Deck = R e Attach Roof Cover MDP
asten acl acl ac
No. (Note 1) Tvpe Primer Type (Note 15) (psf)
yp (Note 11) (Note 17) ! (Note 15) yp (Note 6,7,8)
TREMPLY TPO:
Min. 22 ga.
T me B ga. Min. 0.625-inch hot asphalt or | TPO-BA,
S-159. G\llfgde ’33 Den.sD.eck Note 2 1per4.0ft2 | None BP-AA Min. 1.5-inch Trisotech G THERMastic TPO-LVBA or -45.0*
80 TPO-BALV3
steel
TREMPLY TPO FB APPLIED IN POWERPLY ENDURE BIO ADHESIVE TF:
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, Trisotech, GAF
Min. 22 ga Min. 0.5-inch EnergyGuard Polyiso Insulation or Styrofoam
i v e T #15EHDF Brand Roofmate, Highload 60 or Plazamate
Type B, DensDeck Prime or remco #15 EHD Fastener BP-CAS or SBS- b : LRFIA or TPOFB- .
S-160. with Tremco 3” Metal 1per2.0ft2 | None Coverboard: Min. 0.5-inch DensDeck Prime, -45.0
Grade 40 SECUROCK Gypsum- . CA5 e LRFIA(BG) PEBATF
steel Fiber Roof Board Insulation Plate DEXcell FA Glass Mat Roof Board or
SECUROCK Gypsum-Fiber Roof Board or
SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, Trisotech, GAF
POWERply SBS ) .
. . . EnergyGuard Polyiso Insulation or Styrofoam
Min. 22 ga., Min. 0.5-inch Base HW or .
. Tremco #15 EHD Fastener . Brand Roofmate, Highload 60 or Plazamate
s161. | PeB DensDeck Prime or |\ i) remco 37 Metal 1per20f | (Optional POWERply Coverboard: Min. 0.5-inch DensDeck Prim LRFIA or TPOFB- 45.0%
" | Grade 40 SECUROCK Gypsum- . pefe ASTM D41 Standard Loveroboard: VIin. 9.>-Inch VENSUECk FriMe, | prya(BG) PEBATF :
steel Fiber Roof Board Insulation Plate Smooth HW DEXcell FA Glass Mat Roof Board or
torch-a Iie,d SECUROCK Gypsum-Fiber Roof Board or
PP SECUROCK Cement Roof Board or min. 7/16-
inch DEXcell Cement Roof Board
Insulation Layer(s): (Optional) One or more,
Tremco AVC ; - " .
in. 22 ga. .ldinch T hG,T h CGF
'II\'/\l/I;eéz ga. Min. 0.5-inch Tremco #15 EHD Fastener Membrane Tremco AVC ?r;:ote::?wc risotech G, Trisotech CGF or LREIA or TPOFB
S-162. ’ SECUROCK G - ith T 3” Metal 1 2.0 ft2 Pri AVC - -52.5
Grade 40 . ypsum wi r.emco eta per rimer or Max Coverboard: Min. 0.5-inch DensDeck Prime LRFIA(BG) PEBATF
Fiber Roof Board Insulation Plate Membrane .
steel Primer (WB) or SECUROCK Gypsum Fiber Roof Board or
min. 7/16-inch DEXcell Cement Roof Board
Min. 0.5-inch Insulation Layer(s): One or more, min. 1-inch
. n- B.>-Inc . Tremco #14 HD Fastener Trisotech G, Trisotech CGF, Trisotech, GAF
Min. 22 ga., DensDeck Prime, with Tremco 3” Metal EnergyGuard Polyiso Insulation or Styrofoam
Type B, DEXcell FA Glass Mat ! BP-CAS or SBS- 8y VIS v LRFIA or TPOFB-
S-163. Grade 40 Roof Board or Insulation Plate or Dekfast 1 per 1.8 ft2 None CAS Brand Roofmate, Highload 60 or Plazamate LRFIA(BG) PEBATF -60.0
DF-#14-PH3 with Dekfast Coverboard: Min. 0.25-inch SECUROCK
steel SECUROCK Gypsum- N . .
Fiber Roof Board PLT-R-3 Gypsum-Fiber Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
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TABLE 2e: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED TEMP ROOF, BONDED TOP INSULATION, BONDED SINGLE-PLY ROOF COVER

Thermal Barrier Temp Roof Insulation Layer(s)
System Deck Fasten Attach Attach Attach Roof Cover MbP
No. {Note1) Type (Note 11) (Note 17) Primer (Note 15) Type (Note 6,7,8) {Note 15) psf)
. . Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga. g;:;gi;(n;:me Tr-emco #14 HD Fastener ESSV:ET/SZI'SBS Trisotech G, Trisot.ech CGF, 'I"risotech, GAF
Type B ’ DEXcell FA GlasslMat with Tremco 3” Metal (Optional) POWERply EnergyGuard Polyiso Insulation or Styrofoam LREIA or TPOFB-
S-164. y Insulation Plate or Dekfast | 1 per 1.8 ft2 Brand Roofmate, Highload 60 or Plazamate -60.0
Grade 40 Roof Board or ) ASTM D41 Standard , . LRFIA(BG) PEBATF
steel SECUROCK Gypsum- DF-#14-PH3 with Dekfast Smooth HW, Coverboar.d: Min. 0.25-inch SEFUROCK.
Fiber Roof Board PLT-R-3 torch-applied Gypsum-Fiber Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, Trisotech, GAF
Min. 22 ga. Tremco #14 HD Fastener EnergyGuard Polyis.o Insulation or Styrofoam
Type B ! Min. 0.5-inch with Tremco 3” Metal BP-CAS or SBS- Brand Roofmate, Highload 60 or Plazamate LRFIA or TPOFB-
S-165. Grade '40 DensDeck Prime Insulation Platfe or Dekfast | 1per2.0ft2 | None CAS Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG) PEBATF -67.5
steel DF-#14-PH3 with Dekfast DEXcell FA Glass Mat Roof Board, SECUROCK
PLT-R-3 Gypsum Fiber Roof Board or SECUROCK
Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, Trisotech, GAF
Min. 22 ga. Tremco #14 HD Fastener ;SS\ZE{TEZ?BS EnergyGuard Ponis-o Insulation or Styrofoam
Type B ! Min. 0.5-inch with Tremco 3” Metal (Optional) POWERply Brand Roofmate, Highload 60 or Plazamate LRFIA or TPOFB-
S-166. Grade ’40 DensDeck Prime Insulation Plat.e or Dekfast | 1 per 2.0 ft? ASTM DA1 Standard Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG) PEBATE -67.5
steel DF-#14-PH3 with Dekfast Smooth HW, DEXcell FA Glass Mat Roof Board, SECUROCK
PLT-R-3 torch-applied Gypsum Fiber Roof Board or SECUROCK
Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, Trisotech, GAF
Min. 22 ga. ) | Enerinfuafrd Pon:{so }:Tsuliaéign o;IStyrofoam
! Min. 0.5-inch DEXce . rand Roofmate, Highloa or Plazamate
S-167. gtheB‘llo FA Glass Mat Roof Ef_:_(f:f; e with Dekfast 1 per 2.0 ft2 None EZ_SCAS or SBS- Coverboard: Min. 0.5-inch DensDeck Prime, Il:ﬁi:i(ng) :Eg:_?;: -67.5
steel Board DEXcell FA Glass Mat Roof Board, SECUROCK
Gypsum Fiber Roof Board or SECUROCK
Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
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TABLE 2e: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED TEMP ROOF, BONDED TOP INSULATION, BONDED SINGLE-PLY ROOF COVER

Thermal Barrier Temp Roof Insulation Layer(s)
System Deck = R e Attach Roof Cover MDP
asten acl acl ac
No. (Note 1) Type Primer Type (Note 15) (psf)
vP (Note 11) (Note 17) ' (Note 15) e (Note 6,7,8)
Insulation Layer(s): One or more, min. 1-inch
POWERply SBS Trisotech G, Trisot.ech CGF, 'I"risotech, GAF
. EnergyGuard Polyiso Insulation or Styrofoam
Min. 22 ga., Min. 0.5-inch DEXcell Base HW or Brand Roofmate, Highload 60 or Plazamate
Type B, T Dekfast #14 with Dekfast (Optional) POWERply . g ) ) LRFIA or TPOFB-
S-168. Grade 40 FA Glass Mat Roof PLT-R-3 1 per 2.0 ft2 ASTM D41 Standard Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG) PEBATF -67.5
Board DEXcell FA Glass Mat Roof Board, SECUROCK
steel Smooth HW, y
torch-applied Gypsum Fiber Roof Board or SECUROCK
pp Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, Trisotech, GAF
Min. 22 ga EnergyGuard Polyiso Insulation or Styrofoam
' v Min. 0.5-inch Tremco #14 HD Fastener Brand Roofmate, Highload 60 or Plazamate
Type B, . ” BP-CAS or SBS- . . _ LRFIA TPOFB-
S-169. G\:gZe 20 SECUROCK Gypsum- with Tremco 3” Metal 1per2.0ft2 | None CASC & Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(CI;;) PEgATF -67.5
steel Fiber Roof Board Insulation Plate DEXcell FA Glass Mat Roof Board, SECUROCK
Gypsum Fiber Roof Board or SECUROCK
Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Tri h G, Tri h CGF, Tri h, GAF
POWERply SBS risotech G, rlsot.ec CGF, .rlsotec , G
Min. 22 Base HW or EnergyGuard Polyiso Insulation or Styrofoam
T mé B ga. Min. 0.5-inch Tremco #14 HD Fastener (Optional) POWERGI Brand Roofmate, Highload 60 or Plazamate LREIA or TPOFB-
S-170. G\gde ’40 SECUROCK Gypsum- with Tremco 3” Metal 1 per 2.0 ft? AS?M Da1 Standarzy Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG) PEBATF -67.5
Fiber Roof Board Insulation Plate DEXcell FA Glass Mat Roof Board, SECUROCK
steel Smooth HW, K
torch-applied Gypsum Fiber Roof Board or SECUROCK
PP Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Min. 22 Min. 0.5-inch Tremco #14 HD Fastener Insulation Layer(s): One or more, min. 1-inch
In. 22 ga., in. 9.0-Inc . with Tremco 3” Metal Trisotech G, Trisotech CGF, Trisotech, GAF LRFIA or
Type B, DensDeck Prime or . BP-CAS or SBS- . . TPOFB-
S-171. Grade 40 SECUROCK Gypsum- Insulation Plate or Dekfast | 1 per1.3ft2 | None CAS EnergyGuard Polyiso Insulation or Styrofoam LRFIA(BG), 6- PEBATF -82.5
steel Fiber Roof Boyaprd DF-#14-PH3 with Dekfast Brand Roofmate, Highload 60 or Plazamate inch o.c.
PLT-R-3 Coverboard: Min. 0.5-inch DensDeck Prime
Min. 22 Min. 0.5-inch Tremco #14 HD Fastener ESSV:‘IE-IP\\IEZ?BS Insulation Layer(s): One or more, min. 1-inch
in. 22 ga., in. 8.>-inc . with Tremco 3” Metal . Trisotech G, Trisotech CGF, Trisotech, GAF LRFIA or
Type B, DensDeck Prime or . (Optional) POWERply . . TPOFB-
S-172. Insulation Plate or Dekfast 1 per 1.3 ft2 EnergyGuard Polyiso Insulation or Styrofoam LRFIA(BG), 6- -82.5
Grade 40 SECUROCK Gypsum- . ASTM D41 Standard . . PEBATF
steel Fiber Roof Board DF-#14-PH3 with Dekfast Smooth HW Brand Roofmate, Highload 60 or Plazamate inch o.c.
PLT-R-3 ! Coverboard: Min. 0.5-inch DensDeck Prime
torch-applied
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TABLE 2e: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED TEMP ROOF, BONDED TOP INSULATION, BONDED SINGLE-PLY ROOF COVER

Thermal Barrier Temp Roof Insulation Layer(s)
System Deck Fasten Attach Attach Attach Roof Cover MbP
No. {Note1) Type (Note 11) (Note 17) Primer (Note 15) Type (Note 6,7,8) {Note 15) psf)
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, Trisotech, GAF
Min. 22 ga., . . Tr'emco #14 HD Fastener EnergyGuard Polyiso Insulation or Styrofoam
Type B, Min. 0.5-inch with Tremco 3” Metal BP-CAS5 or SBS- Brand Roofmate, Highload 60 or Plazamate LRFIA or TPOFB-
S-173. g SECUROCK Gypsum- Insulation Plate or Dekfast | 1 per1.3ft2 | None N . LRFIA(BG), 6- -90.0
Grade 40 . . CA5 Coverboard: Min. 0.5-inch SECUROCK . PEBATF
Fiber Roof Board DF-#14-PH3 with Dekfast — W inch o.c.
steel PLT-R-3 Gypsum Fiber Roof Board or SECUROCK
Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
‘ Tremco #14 HD Fastener POWERply SBS Trisotech G, Trlsot.ech CGF, Trlsotech, GAF
Min. 22 ga., . . . ” Base HW or EnergyGuard Polyiso Insulation or Styrofoam
5174 Type B, S’\./IEZI(":]U(F){SCIEC(;] :NlthITtr‘echol ?; Meéalkf - 13 fi2 (Optional) POWERply Brand Roofmate, Highload 60 or Plazamate II:EE:: ng 6 TPOFB- 90.0
7| Grade 40 Fiber Roof Boyaprsdum_ SE;;?;H3 ;if?;esfasats per1.31t ASTM D41 Standard Coverboard: Min. 0.5-inch SECUROCK inch o(c )& PEBATF e
steel PLT-R-3 Smooth HW, Gypsum Fiber Roof Board or SECUROCK e
torch-applied Cement Roof Board or min. 7/16-inch DEXcell
Cement Roof Board
TREMPLY TPO FB APPLIED IN TREMCO PSF ADHESIVE:
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, Trisotech, GAF
Min. 22 ga., Min. 0.5-inch Tremco #15 EHD Fastener Energysuafrd Polyli—{so I:Tsucliaéign o;IStyrofoam
Type B, DensDeck Prime or R ” BP-CAS or SBS- rand Roofmate, Highloa or Plazamate LRFIA or «
S Grade 40 SECUROCK Gypsum- x::l;triz:]i’cl)aie Metal Lper2.0ft? | None CAS Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG) TPOFB-PSFA -45.0
steel Fiber Roof Board DEXcell FA Glass Mat Roof Board or
SECUROCK Gypsum-Fiber Roof Board or min.
7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
POWERDply SBS Trisotech G, Trisotech CGF, Trisotech, GAF
Min. 22 ga., Min. 0.5-inch Base HW or EnergyGuard Polyiso Insulation or Styrofoam
5176, Type B, DensDeck Prime or ui:—;?exfoE;DNT:::ner 1 per 2.0 ft2 (Optional) POWERply Brand Roofmate, Highload 60 or Plazamate LRFIA or TPOFB-PSEA -45.0*
Grade 40 SECUROCK Gypsum- Insulation Plate ASTM D41 Standard Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG)
steel Fiber Roof Board Smooth HW, DEXcell FA Glass Mat Roof Board or
torch-applied SECUROCK Gypsum-Fiber Roof Board or min.
7/16-inch DEXcell Cement Roof Board
Insulation Layer(s): (Optional) One or more,
Min. 22 ga., . . Tremco AVC min. 1-inch Trisotec(h g, Triso)tech CGF or
Type B Min. 0.5-inch Tremco #15 EHD Fastener Membrane Tremco AVC Trisotech LREIA or
S-177. ! SECUROCK Gypsum- with Tremco 3” Metal 1per2.0ft2 | Primeror AVC . ) ) TPOFB-PSFA -52.5
Grade 40 . . Max Coverboard: Min. 0.5-inch DensDeck Prime LRFIA(BG)
Fiber Roof Board Insulation Plate Membrane .
steel Primer (WB) or SECUROCK Gypsum Fiber Roof Board or
min. 7/16-inch DEXcell Cement Roof Board
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TABLE 2e: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED TEMP ROOF, BONDED TOP INSULATION, BONDED SINGLE-PLY ROOF COVER

Thermal Barrier Temp Roof Insulation Layer(s)
System Deck Fasten Attach Attach Attach Roof Cover MbP
No. {Note1) Type (Note 11) (Note 17) Primer (Note 15) Type (Note 6,7,8) {Note 15) psf)
Min. 0.5-inch Inﬁulation Laye.rlsl: One or mqre, min. 1-inch
Min. 22 ga., DensDeck Prime, Tr-emco #14 H[: Fastener Trisotech G, Trlsot.ech CGF, Tr|sotech, GAF
Type B DEXcell FA Glass Mat with Tremco 3” Metal BP-CAS or SBS- EnergyGuard Ponls.o Insulation or Styrofoam LREIA or
S$-178. Grade ’40 Roof Board or Insulation Plate or Dekfast 1 per 1.8 ft2 None CAS Brand Roofmate, Highload 60 or Plazamate LRFIA(BG) TPOFB-PSFA -60.0
steel SECUROCK Gypsum- DF-#14-PH3 with Dekfast Coverboard: Min. 0.25-inch SECUROCK
Fiber Roof Board PLT-R-3 Gypsum-Fiber Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
i i Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga. ’I;)/lel:.sg.esc-lln;:me Tremco #14 HD Fastener ;Ss\,:f_ﬁzlzrws Trisotech G, Trisot.ech CGF, Trisotech, GAF
Type B ’ DEXcell FA Glass’Mat with Tremco 3” Metal (Optional) POWERply EnergyGuard Polyiso Insulation or Styrofoam LRFIA or
S$-179. ’ Insulation Plate or Dekfast 1 per 1.8 ft2 Brand Roofmate, Highload 60 or Plazamate TPOFB-PSFA -60.0
Grade 40 Roof Board or . ASTM D41 Standard . . LRFIA(BG)
steel SECUROCK Gypsum- DF-#14-PH3 with Dekfast Smooth HW, m: Min. 0.25-inch SEFUROCK.
Fiber Roof Board PLT-R-3 torch-applied Gypsum-Fiber Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, Trisotech, GAF
Min. 22 ga., xi:_??eﬁ:oi? K/T:::Iner EnergyGuard Polyiso Insulation or Styrofoam
Type B, Min. 0.5-inch . BP-CAS or SBS- Brand Roofmate, Highload 60 or Plazamate LRFIA or
S-180. Grade 40 DensDeck Prime §s$i2?PnHZI3:§:BZ:r:s:t Lper2.0ft? | None CA5 Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG) TPOFB-PSFA 673
steel PLT-R-3 DEXcell FA Glass Mat Roof Board, SECUROCK
Gypsum Fiber Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
POWERply SBS Trisotech G, Trisotech CGF, Trisotech, GAF
Min. 22 ga., u‘i:‘;?e’::og? ;T:::rer Base HW or EnergyGuard Polyiso Insulation or Styrofoam
Type B, Min. 0.5-inch . (Optional) POWERply Brand Roofmate, Highload 60 or Plazamate LRFIA or
S-181. Grade 40 DensDeck Prime g‘;j;i:fanin:iﬁBZEg::t K20 ASTM D41 Standard Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG) TPOFB-PSFA 675
steel PLT-R-3 Smooth HW, DEXcell FA Glass Mat Roof Board, SECUROCK
torch-applied Gypsum Fiber Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, Trisotech, GAF
Min. 22 ga., Min. 0.5-inch DEXcell . - Enerinfuafrd Pon:{so }:Tsuliaéign o;IStyrofoam
Type B, Dekfast #14 with Dekfast ) BP-CAS or SBS- rand Roofmate, Highloa or Plazamate LRFIA or
5182 Grade 40 ;’2;555 Mat gt PLT-R-3 1per2.0ft* | None CAs Coverboard: Min. 0.5-inch DensDeck Prime, | LRFIA(BG) TPOFB-PSFA | 675
steel DEXcell FA Glass Mat Roof Board, SECUROCK
Gypsum Fiber Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
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TABLE 2e: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED TEMP ROOF, BONDED TOP INSULATION, BONDED SINGLE-PLY ROOF COVER

Thermal Barrier Temp Roof Insulation Layer(s)
System Deck Fasten Attach Attach Attach Roof Cover MbP
No. {Note1) Type (Note 11) (Note 17) Primer (Note 15) Type (Note 6,7,8) {Note 15) psf)
Insulation Layer(s): One or more, min. 1-inch
POWERply SBS Trisotech G, Trisotech CGF, Trisotech, GAF
Min. 22 ga., Min. 0.5-inch DEXcell y bk ( ) Base HWlor Enerinuafrd Poniso}I]TSU(Ijaggn orIStyrofoam
Type B, Dekfast #14 with Dekfast Optiona POWERply Brand Roofmate, Highloa or Plazamate LRFIA or
S183. | Grade 40 ;gaGrLass Mat Roof PLT-R-3 1per20ft | \ormpat Standard Coverboard: Min. 0.5-inch DensDeck Prime, | LRFIA(BG) TPOFB-PSFA 675
steel Smooth HW, DEXcell FA Glass Mat Roof Board, SECUROCK
torch-applied Gypsum Fiber Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Trisotech G, Trisotech CGF, Trisotech, GAF
Min. 22 ga., . . EnergyGuard Polyiso Insulation or Styrofoam
s-18a, | 1YPeB, s’\./élgﬁ?aggzc(;]ypsum- Iv?ta:] ﬁeﬁfo? K/TZEF “ 1per2.0f2 | None BP-CAS or SBS- | Brand Roofmate, Highload 60 or Plazamate LRFIA or TPOFB-PSFA 67.5
" | Grade 40 Fiber Roof Board Insulation Plate ’ CA5 Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG) :
steel DEXcell FA Glass Mat Roof Board, SECUROCK
Gypsum Fiber Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
POWERply SBS Trisotech G, Trisotech CGF, Trisotech, GAF
Min. 22 ga., . . Base HW or EnergyGuard Polyiso Insulation or Styrofoam
185, Type B, ,S\/IlEIgl..J(F)(IOS(:IE?ypsum- I\:;:_;?;::’oge K/T:::rer 1 per 2.0 ft2 (Optional) POWERply Brand Roofmate, Highload 60 or Plazamate LRFIA or TPOFB-PSEA 675
Grade 40 Fiber Roof Board Insulation Plate ASTM D41 Standard Coverboard: Min. 0.5-inch DensDeck Prime, LRFIA(BG)
steel Smooth HW, DEXcell FA Glass Mat Roof Board, SECUROCK
torch-applied Gypsum Fiber Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Min. 22 ga. Min. 0.5-inch Tr.emco #14 HD Fastener In%ulation Laye.r(s[: One or mc?re, min. 1-inch
Type B ! DensDeck Prime or with Tremco 3” Metal BP-CAS or SBS- Trisotech G, Trlsot-ech CGF, 'I"nsotech, GAF LRFIA or
S-186. Grade ’40 SECUROCK Gypsum- Insulation Plate or Dekfast | 1 per1.3ft2 | None CAS EnergyGuard Polyiso Insulation or Styrofoam LRFIA(BG), 6- TPOFB-PSFA -82.5
steel Fiber Roof Board DF-#14-PH3 with Dekfast Brand Roofmate, Highload 60 or Plazamate inch o.c.
PLT-R-3 Coverboard: Min. 0.5-inch DensDeck Prime
Min. 22 ga. Min. 0.5-inch Tremco #14 HD Fastener ESSV:‘IE-IP\\IEZ?BS In§ulation Laygr(sl: One or mc?re, min. 1-inch
Type B ! DensDeck Prime or with Tremco 3” Metal (Optional) POWERply Trisotech G, Trlsot‘ech CGF, Tr|sotech, GAF LRFIA or
S-187. Grade '40 SECUROCK Gypsum- Insulation Plate or Dekfast | 1 per 1.3 ft2 ASTM D41 Standard EnergyGuard Polyiso Insulation or Styrofoam LRFIA(BG), 6- TPOFB-PSFA -82.5
steel Fiber Roof Board DF-#14-PH3 with Dekfast Smooth HW Brand Roofmate, Highload 60 or Plazamate inch o.c.
PLT-R-3 ! Coverboard: Min. 0.5-inch DensDeck Prime
torch-applied
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NEmoO | etc.e
TABLE 2e: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED TEMP ROOF, BONDED TOP INSULATION, BONDED SINGLE-PLY ROOF COVER

Thermal Barrier Temp Roof Insulation Layer(s)
System Deck Fasten Attach Attach Attach Roof Cover MbP
No. {Note1) Type (Note 11) (Note 17) Primer (Note 15) Type (Note 6,7,8) (L {psf)
Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga. Tremco #14 HD Fastener Trisotech G, Trisot'ech CGF, 'I"risotech, GAF
Type B ’ Min. 0.5-inch with Tremco 3” Metal BP-CAS or SBS- EnergyGuard Polyiso Insulation or Styrofoam LRFIA or
S-188. Grade ’40 SECUROCK Gypsum- Insulation Plate or Dekfast | 1per1.3ft2 | None CAS Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 6- TPOFB-PSFA -90.0
steel Fiber Roof Board DF-#14-PH3 with Dekfast Coverboard: Min. 0.5-inch SECUROCK inch o.c.
PLT-R-3 Gypsum Fiber Roof Board or min. 7/16-inch
DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch
Min. 22 ga. Tremco #14 HD Fastener ;S!:iwlzrws Trisotech G, Trisot.ech CGF, Trisotech, GAF
Type B ’ Min. 0.5-inch with Tremco 3” Metal (Optional) POWERply EnergyGuard Polyiso Insulation or Styrofoam LRFIA or
S-189. Grade ’40 SECUROCK Gypsum- Insulation Plate or Dekfast | 1 per 1.3 ft? ASTM D41 Standard Brand Roofmate, Highload 60 or Plazamate LRFIA(BG), 6- TPOFB-PSFA -90.0
Fiber Roof Board DF-#14-PH3 with Dekfast Coverboard: Min. 0.5-inch SECUROCK inch o.c.
steel Smooth HW, - . .
PLT-R-3 torch-applied Gypsum Fiber Roof Board or min. 7/16-inch
DEXcell Cement Roof Board

TABLE 2F: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER,

BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED MULTI-PLY ROOF COVER

Thermal Barrier i Insulation Layer(s) Roof Cover (Note 15)
System Deck e Vapor Barrier e E— Cap Ply MDP
No. (Note 1) Type Fastener (Note 11 ac (Note 15) Type Pl (psf)
yp (Note 11) (Note 17) yp (Notes 6,7,8) Ply Y
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Additional Insulation Layer(s): Min. 1-inch Trisotech G,
Min. 0.5-inch Tremco #12 DP Fastener or Trlsotth CGF, Trisotech, GAF EnergyGuard .Pon|so TPOEB-
. Tremco #14 HD Fastener Insulation or Styrofoam Brand Roofmate, Highload 60 or
Min. 22 ga., DensDeck . ” Base Ply: One . PEBATF,
type B Prime or with Tremco 3" Metal lper | ortwo plies Plazamate LRFIA or BP-CAS | (Optional) | 1p0cp pepa
S-190. ngde,AO SECUROCK Insulation Plate or ACE #12 3 prtz BP-CASp SB’S- Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) or SBS- BP-CAS5 or or TPOFB- -45.0*
steel Gypsum-Fiber | ©" ACE #15 with ACE 3” BE 3 CAS or ,SBS—TA inch DensDeck Prime, DEXcell FA Glass Mat Roof Board or CA5 SBS-CAS5 TLRA (4-inch
Rggf Board Insulation Plate or ACE 3” SECUROCK Gypsum-Fiber Roof Board or SECUROCK 0.c)
WW Insulation Plate Cement Roof Board or min. 7/16-inch DEXcell Cement o
Roof Board
Additional Insulation Layer(s): Min. 1-inch Trisotech G,
. . Tremco #12 DP Fastener or Trisotech CGF, Trisotech, GAF EnergyGuard Polyiso
Min. 0.5-inch ) . . TPOFB-
. Tremco #14 HD Fastener AVC Primer or | Insulation or Styrofoam Brand Roofmate, Highload 60 or
Min. 22 ga., DensDeck ., ” X . PEBATF,
tve B Prime or with Tremco 3” Metal 1 per AVC Primer Plazamate LREIA or BP-CA5 (Optional) TPOEB-PSFA
S-191. ngde‘AO SECUROCK Insulation Plate or ACE #12 3 zpftz (WB) Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) or SBS- BP-CAS or or TPOFB- -45.0*
steel Gvosum-Fiber or ACE #15 with ACE 3” BE ’ followed by inch DensDeck Prime, DEXcell FA Glass Mat Roof Board or CA5 SBS-CA5 TLRA (4-inch
Rng Board Insulation Plate or ACE 3” AVC Max SECUROCK Gypsum-Fiber Roof Board or SECUROCK 0.c)
WW Insulation Plate Cement Roof Board or min. 7/16-inch DEXcell Cement e
Roof Board
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SYSTEM TYPE B-2: MECHANICALL

TABLE 2F: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

TTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED MULTI-PLY ROOF COVER

system e Thermal Barrier — Vapor Barrier Insulation Layer(s) — — Roof Cover (Note 15C[ — MDP
No. (Note 1) Type Fastener (Note 11) Note 17 (Note 15) Type Notes 6.7 8 Ply Ply (psf)
Tremco #15 EHD Fastener AVC Primer . ) N TPOFB-
Min. 22 ga. Min. 0.5-inch with Tremeo 3” Metal followed by Insulatlon Layer s): (Optional) Oine or more, min. 1-inch . PEBATF
! ) AVC or AVC Trisotech G, Trisotech CGF or Trisotech BP-CA5 (Optional) !
Type B, SECUROCK Insulation Plate or ACE #15 1 per . . . . LRFIA or TPOFB-PSFA
S-192. X X ” ) Primer or AVC | Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- or SBS- BP-CAS or -52.5
Grade 40 Gypsum-Fiber | with ACE 3" BE Insulation 20fe Primer (WB) inch DensDeck Prime or SECUROCK Gypsum Fiber Roof Rk &) CAS SBS-CAS5 or TPOFB-
steel Roof Board Plate or ACE 3” WW TLRA (4-inch
Insulation Plate followed by Board o.c.)
AVC Max
gﬂé;'cgl'lsgrm Tremco #14 HD Fastener _ e _
Glass Mat with Tremco 3” Metal Insulatlon Layer s-[: One or more, min. 1-inch Tr|§otech G, TPOFB-
Min. 22 ga., Roof Board Insulation Plate or Dekfast Base Ply: One Trlsotth CGF, Trisotech, GAF EnergyGuard -Poly|so BP-CAS (Optional) PEBATF,
103, Type B, DensDeck ! DF-#14-PH3 with Dekfast 1 per or two plies, Insulation or Styrofoam Brand Roofmate, Highload 60 or LRFIA or or SBS- BP_CAS or TPOFB-PSFA 60.0
Grade 40 Prime or PLT-R-3 or ACE #15 with 1.8 ft2 BP-CAS5, SBS- Plazamate LRFIA(BG) CAS SBS-CAS or TPOFB-
steel ACE 3” BE Insulation Plate CA5 or SBS-TA | Coverboard: Min. 0.25-inch SECUROCK Gypsum-Fiber TLRA (4-inch
SECUROCK ” . oo B
) or ACE 3” WW Insulation Roof Board o.c.)
Gypsum-Fiber Plate
Roof Board
Tremco #14 HD Fastener Insulation Layer(s): One or more, min. 1-inch Trisotech G,
with Tremco 3” Metal Trisotech CGF, Trisotech, GAF EnergyGuard Polyiso TPOFB-
Min. 22 ga., Min. 0.5-inch Insulation Platfe or Dekfast Base PIy:. One Insulation or Styrofoam Brand Roofmate, Highload 60 or BP-CAS (Optional) PEBATF,
5104, Type B, DensDeck DF-#14-PH3 with Dekfast 1 per or two plies, Plazamate LRFIA or or SBS- BP-CAS or TPOFB-PSFA 675
Grade 40 Prime PLT-R-3 or ACE #15 with 2.0 ft2 BP-CAS5, SBS- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof LRFIA(BG) CAS SBS-CAS or TPOFB-
steel ACE 3” BE Insulation Plate CA5 or SBS-TA | Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof TLRA (4-inch
or ACE 3” WW Insulation Board or SECUROCK Cement Roof Board or min. 7/16-inch o.c.)
Plate DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Trisotech CGF, Trisotech, GAF EnergyGuard Polyiso TPOFB-
Min. 22 ga., Min. 0.5-inch Base Ply: One Insulation or Styrofoam Brand Roofmate, Highload 60 or . PEBATF,
. : BP-CA5 (Optional)
5195, Type B, DEXcell FA Dekfast #14 with Dekfast 1 per or two plies, Plazamate LRFIA or or SBS- BP-CAS or TPOFB-PSFA 675
Grade 40 Glass Mat PLT-R-3 2.0 ft2 BP-CAS5, SBS- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof LRFIA(BG) CAS SBS-CAS or TPOFB-
steel Roof Board CAS or SBS-TA | Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof TLRA (4-inch
Board or SECUROCK Cement Roof Board or min. 7/16-inch o.c.)
DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Tremco #14 HD Fastener Trisotech CGF, Trisotech, GAF EnergyGuard Polyiso TPOFB-
Min. 22 ga., Min. 0.5-inch with Tremco 3” Metal Base Ply: One Insulation or Styrofoam Brand Roofmate, Highload 60 or BP-CAS (Optional) PEBATF,
5196, Type B, SECUROCK Insulation Plate or ACE #15 1 per or two plies, Plazamate LRFIA or or SBS- BP-CAS or TPOFB-PSFA 675
Grade 40 Gypsum-Fiber | with ACE 3” BE Insulation 2.0 ft2 BP-CAS5, SBS- Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof LRFIA(BG) CAS SBS-CAS or TPOFB-
steel Roof Board Plate or ACE 3" WW CA5 or SBS-TA | Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof TLRA (4-inch
Insulation Plate Board or SECUROCK Cement Roof Board or min. 7/16-inch o.c.)
DEXcell Cement Roof Board
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SYSTEM TYPE B-2: MECHANICALL

TABLE 2F: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

TTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED MULTI-PLY ROOF COVER

Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck Attach Vapor Barrier yerls) Attach Base Cap Ply MDP
No. (Note 1) Type Fastener (Note 11 2C (Note 15) Type ac PI (psf)
U {Note 11} (Note 17) L (Notes 6,7,8) Ply J
Tremco #14 HD Fastener
Min. 22 ga 'I\)A;:;gjgllmh m::I;r':iir:;Ta?;e :\J/Ire[;aelkfast B. Ply: O Insulation Laver(s): One or more, min. 1-inch Trisotech G, ;Eg/i%;
- 4283y - . ase y: ne Trisotech CGF, Trisotech, GAF EnergyGuard Polyiso LRFIA or BP-CA5 (Optional) !
S-197 Type B, Prime or DF-#14-PH3 with Dekfast 1 per or two plies, Insulation or Styrofoam Brand Roofmate, Highload 60 or LRFIA(BG) or SBS- BP-CAS or TPOFB-PSFA -82.5
" | Grade40 | SECUROCK | PLT-R-3 or ACE #15 with 13fe | BP-CAS,sBs- | 190 onOT>Y e cinchoe. | one chs.cps | orTPOFB- '
steel Gypsum-Fiber | ACE 3” BE Insulation Plate CAS or SBS-TA c board: Min. 0.5-inch DensDeck. DensDeck Pri o TLRA (4-inch
Roof Board or ACE 3” WW Insulation Loverboard: Viin. €.>-inch Lensbeck, Lensbeck Frime o.c.)
Plate
Tr‘emco #l4 H? Fastener Insulation Layer(s): One or more, min. 1-inch Trisotech G,
with Tremco 3” Metal - - X TPOFB-
Mi ) ) ) ) Trisotech CGF, Trisotech, GAF EnergyGuard Polyiso
in. 22 ga., Min. 0.5-inch Insulation Plate or Dekfast Base Ply: One . . . PEBATF,
) . Insulation or Styrofoam Brand Roofmate, Highload 60 or LRFIA or BP-CA5 (Optional)
5108 Type B, SECUROCK DF-#14-PH3 with Dekfast 1 per or two plies, Plazamate LRFIA(BG) or SBS- BP-CAS or TPOFB-PSFA -90.0
: Grade 40 Gypsum-Fiber PLT-R-3 or ACE #15 with 1.3 ft2 BP-CAS5, SBS- . . . R ! or TPOFB- ’
” . Coverboard: Min. 0.5-inch SECUROCK Gypsum Fiber Roof | 6-inch o.c. CA5 SBS-CAS .
steel Roof Board ACE 3” BE Insulation Plate CAS5 or SBS-TA X R TLRA (4-inch
” . Board or SECUROCK Cement Roof Board or min. 7/16-inch
or ACE 3” WW Insulation o.c.)
Plate DEXcell Cement Roof Board
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Additional Insulation Layer(s): Min. 1-inch Trisotech G,
Min. 0.5-inch Tremco #12 DP Fastener or Trisotech CGF, Trisotech, GAF EnergyGuard Polyiso TPOFB-HA,
Min. 22 e DeI::sD.ecII(nc Tremco #14 HD Fastener aal: O Insulation or Styrofoam Brand Roofmate, Highload 60 or TPOFB-
e ga. D o with Tremco 3” Metal L oer Ofi“‘;o yllies "€ | Plazamate LREIA o BP-CA6 | (Optional) | PEBATF,
s190. | P | crcurock Insulation Plate or ACE#12 | V%L | LR P | Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- | oo AbG) | O7SBS | BP-CAGor | TPOFBPSFA | -45.0¢
steel Gvosum-Fiber or ACE #15 with ACE 3” BE ’ CA6 or ’SBS-TA inch DensDeck Prime, DEXcell FA Glass Mat Roof Board or CA6 SBS-CA6 or TPOFB-
Rng Board Insulation Plate or ACE 3” SECUROCK Gypsum-Fiber Roof Board or SECUROCK TLRA (4-inch
WW Insulation Plate Cement Roof Board or min. 7/16-inch DEXcell Cement o.c.)
Roof Board
Additional Insulation Layer(s): Min. 1-inch Trisotech G,
Min. 0.5-inch Tremco #12 DP Fastener or Trisotech CGF, Trisotech, GAF EnergyGuard Polyiso TPOFB-HA,
Min. 22 2 Den.sD.eck Tremco #14 HD Fastener AVC Primer or | Insulation or Styrofoam Brand Roofmate, Highload 60 or TPOFB-
¢ e. B ga. Prime or with Tremco 3” Metal 108 AVC Primer Plazamate LRFIA or BP-CA6 (Optional) PEBATF,
$-200. Gyr‘; a0 CECUROCK Insulation Plate or ACE#12 | Zp e | (W) Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5~ | iy o | OrSBS- | BP-CAGor | TPOFB-PSFA | -45.0*
steel Gvpsum-Fiber or ACE #15 with ACE 3” BE ’ followed by inch DensDeck Prime, DEXcell FA Glass Mat Roof Board or CA6 SBS-CA6 or TPOFB-
Rzgf Board Insulation Plate or ACE 3” AVC Max SECUROCK Gypsum-Fiber Roof Board or SECUROCK TLRA (4-inch
WW Insulation Plate Cement Roof Board or min. 7/16-inch DEXcell Cement o.c.)
Roof Board
Tremco #15 EHD Fastener AVC Primer . . . D TPOFB-HA,
Min. 22 ga Min. 0.5-inch with Tremeo 3” Metal followed by Insulation Layer(s): (Optional) One or more, min. 1-inch TPOFB-
T é B M SECl.JR.OCK Insulation Plate or ACE #15 1 per AVC or AVC Trisotech G, Trisotech CGF or Trisotech LREIA or BP-CA6 (Optional) PEBATF,
S-201. Gtgde ;10 Gypsum-Fiber | with ACE 3” BE Insulation 2 gftz Primer or AVC | Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) or SBS- BP-CA6 or TPOFB-PSFA -52.5
steel Rggf Board Plate or ACE 3" WW ' Primer (WB) inch DensDeck Prime or SECUROCK Gypsum Fiber Roof CA6 SBS-CA6 or TPOFB-
Insulation Plate followed by Board TLRA (4-inch
AVC Max o.c.)
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SYSTEM TYPE B-2: MECHANICALL

TABLE 2F: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

TTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED MULTI-PLY ROOF COVER

system e Thermal Barrier — Vapor Barrier Insulation Layer(s) — — Roof Cover (Note 15C[ o MDP
No. (Note 1) Type Fastener (Note 11) Note 17 (Note 15) Type Notes 6.7 8 Ply Ply (psf)
Min. 0.5-inch Tremco #14 HD Fastener
DEXcell FA . ” . . r . TPOFB-HA,
i i
Type B, Roof Board, DF-#14-PH3 with Dekfast 1 per Base Plyi One Insulation or Styrofoam Brand Roofmate, Highload 60 or LRFIA or BP-CAG (Optional) PEBATF,
S-202. DensDeck . or two plies, or SBS- BP-CA6 or TPOFB-PSFA -60.0
Grade 40 Prime or PLT-R-3 or ACE #15 with 1.8 ft2 SBS-TA Plazamate LRFIA(BG) CAG SBS-CAG or TPOFB-
steel SECUROCK ACE 3” BE Insulation Plate Coverboard: Min. 0.25-inch SECUROCK Gypsum-Fiber TLRA (4-inch
. or ACE 3” WW Insulation Roof Board
Gypsum-Fiber Plate o.c.)
Roof Board
Tremco #14 HD Fastener Insulation Layer(s): One or more, min. 1-inch Trisotech G, TPOEB-HA
with Tremco 3” Metal Trisotech CGF, Trisotech, GAF EnergyGuard Polyiso TPOEB- ’
Min. 22 ga., Min. 0.5-inch Insulation Plat.e or Dekfast Base Ply: One Insulation or Styrofoam Brand Roofmate, Highload 60 or BP-CA6 (Optional) PEBATF,
s-203. | 1vpes, DensDeck DF-#14-PH3 with Dekfast 1per | o two plies Plazamaig LRFIA or orSBS- | BP-CA6or | TPOFB-PSFA | -67.5
Grade 40 Prime PLT-R-3 or ACE #15 with 2.0 ft2 SBS-TA ! Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof LRFIA(BG) CAG SBS-CAG or TPOFB-
steel ACE 3” BE Insulation Plate Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof TLRA (4-inch
or ACE 3” WW Insulation Board or SECUROCK Cement Roof Board or min. 7/16-inch 0.)
Plate DEXcell Cement Roof Board o
Insulation Layer(s): One or more, min. 1-inch Trisotech G, TPOFB-HA
Trisc;tech CGFS, Tris]?tech, GAI;EnerfgyGuard Pz:yisg TPOFB- !
Min. 22 ga., Min. 0.5-inch Insulation or Styrofoam Brand Roofmate, Highload 60 or .
5204 Type B, DEXcell FA Dekfast #14 with Dekfast 1 per S?:\i:gl:iegne Plazamate LRFIA or gr_scét_; f;?:l_)(tjfg?)l: ?IE?)/:;Z’SFA 675
: Grade 40 Glass Mat PLT-R-3 2.0 ft2 ’ Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof LRFIA(BG) ’
SBS-TA o ; ) CA6 SBS-CA6 or TPOFB-
steel Roof Board Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof TLRA (4-inch
Board or SECUROCK Cement Roof Board or min. 7/16-inch 0.c)
DEXcell Cement Roof Board e
Insulation Layer(s): One or more, min. 1-inch Trisotech G, TPOEB-HA
Tremco #14 HD Fastener Trisotech CGF, Trisotech, GAF EnergyGuard Polyiso TPOEB- ’
Min. 22 ga., Min. 0.5-inch with Tremco 3” Metal Insulation or Styrofoam Brand Roofmate, Highload 60 or .
05 | TYPEB, SECUROCK | Insulation Plate or ACE#15 | 1 per Ef‘:;:’g’l’ie?”e Plazamate LRFIA or gf_s%f (B?.)(t:fg?: ;ECB)/:E-:IPSF Al 6s
Grade 40 Gypsum-Fiber | with ACE 3” BE Insulation 2.0 ft2 SBS-TA ’ Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof LRFIA(BG) CAG SBS-CAG or TPOFB-
steel Roof Board Plate or ACE 3" WW Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof TLRA (4-inch
Insulation Plate Board or SECUROCK Cement Roof Board or min. 7/16-inch 0.c)
DEXcell Cement Roof Board o
Min. 0.5-inch Lriil:q'l?eﬁ:fog? LT:EFG" In§ulation Layer(s.[: One or more, min. 1-inch Tri§otech G, TPOFB-HA,
Min. 22 ga., DensDeck Insulation Plate or Dekfast TI’ISOtth CGF, Trisotech, GAF EnergyGuard 'Poly|so ' TPOFB-
Type B Prime or DF-#14-PH3 with Dekfast 1 per Base Ply: One | Insulation or Styrofoam Brand Roofmate, Highload 60 or LRFIA or BP-CA6 (Optional) PEBATF,
S-206. Grade ;10 SECUROCK PLT-R-3 or ACE #15 with 13f2 or two plies, Plazamate LRFIA(BG), or SBS- BP-CAG6 or TPOFB-PSFA -90.0
steel Gypsum-Fiber | ACE 3” BE Insulation Plate SBS-TA Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK 6-inch o.c. CA6 SBS-CA6 or TPOFI.B—
Roof Board or ACE 3” WW Insulation Gypsum Fiber Roof Board or SECUROCK Cement Roof TLRA (4-inch
Plate Board or min. 7/16-inch DEXcell Cement Roof Board o.c.)

HoT-AsPHALT OR THERMASTIC 80-APPLIED BASE PLY:
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SYSTEM TYPE B-2: MECHANICALL

TABLE 2F: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

TTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED MULTI-PLY ROOF COVER

Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck Attach Vapor Barrier yerls) Attach Base Cap Ply MDP
No. (Note 1) Type Fastener (Note 11) 2C (Note 15) Type ac PI (psf)
e (Note 17) w (Notes6,7.8) | Ply v
AVC Primer
Min. 22 ea Min. 0.5-inch Lri(:?_?fef::oE;D“::::ner followed by Insulation Layer(s): (Optional) One or more, min. 1-inch TPOFB-HA,
- oo By C . AVC or AVC Trisotech G, Trisotech CGF or Trisotech BP-AA (Optional) TPOFB-PSFA
Type B, SECUROCK Insulation Plate or ACE #15 1 per . . . . LRFIA or
S-207. Grade 40 Gypsum-Fiber | with ACE 3” BE Insulation 20102 Primer or AVC | Coverboard: Min. 0.125-inch TremBoard AC or min. 0.5- LRFIA(BG) or SBS- BP-AA or or TPOFB- -52.5
s ” ’ Primer (WB) inch DensDeck Prime or SECUROCK Gypsum Fiber Roof AA SBS-AA TLRA (4-inch
steel Roof Board Plate or ACE 3" WW
Insulation Plate followed by Board o.c.)
AVC Max
Tremco #14 HD Fastener Insulation Layer(s): One or more, min. 1-inch Trisotech G,
with Tremco 3” Metal Trisotech CGF, Trisotech, GAF EnergyGuard Polyiso TPOFB-HA
in. . ) ) i Insulati Styrofoam Brand Roofmate, Highload 60 ) e
Min 2283, | \jin 0.5.inch | [NSulation Plate or Dekfast Base Ply:One | oo o 0 O Y 10am Brand Fooimare, FIgnioad BRor BP-AA | (Optional) | TPOFB-PSFA
S-208 Type B, DensDeck DF-#14-PH3 with Dekfast L per or two plies Plazamate LRFIA or or SBS- BP-AA or or TPOFB- -67.5
: Grade 40 Prime PLT-R-3 or ACE #15 with 2.0 ft2 SBS-TAp ! Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof LRFIA(BG) AA SBS-AA TLRA (4-inch ’
steel ACE 3” BE Insulation Plate Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof 0.)
or ACE 3” WW Insulation Board or SECUROCK Cement Roof Board or min. 7/16-inch e
Plate DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Trisotech CGF, Trisotech, GAF EnergyGuard Polyiso TPOFB-HA
Min. 22 ga. Min. 0.5-inch Insulation or Styrofoam Brand Roofmate, Highload 60 or . Y
n 22ga, | Min. 0.5-inc : Base Ply: One Y 8 BP-AA | (Optional) | TPOFB-PSFA
5209 Type B, DEXcell FA Dekfast #14 with Dekfast 1 per or two blies Plazamate LRFIA or or SBS- BP-AA or or TPOFB- 675
* | Grade 40 Glass Mat PLT-R-3 2.0 ft2 SBS—TAp ’ Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof LRFIA(BG) AA SBS-AA TLRA (4-inch '
steel Roof Board Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof 0.c)
Board or SECUROCK Cement Roof Board or min. 7/16-inch o
DEXcell Cement Roof Board
Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Tremco #14 HD Fastener Trisotech CGF, Trisotech, GAF EnergyGuard Polyiso TPOFB-HA
in. . i 4 Insulati Styrofoam Brand Roofmate, Highload 60 . T
Min. 22 ga., Min. 0.5-inch with Tr-emco 3” Metal Base Ply: One nsulation or Styrofoam Brand Roofmate, Highloa or BP-AA (Optional) TPOFB-PSFA
5210 Type B, SECUROCK Insulation Plate or ACE #15 1 per o plies Plazamate LRFIA or or SBS- BP-AA or or TPOFB- 675
: Grade 40 Gypsum-Fiber | with ACE 3” BE Insulation 2.0 ft2 SBS-TAp y Coverboard: Min. 0.5-inch DEXcell FA Glass Mat Roof LRFIA(BG) AA SBS-AA TLRA (4-inch ’
steel Roof Board Plate or ACE 3” WW Board, DensDeck Prime, SECUROCK Gypsum Fiber Roof 0.c)
Insulation Plate Board or SECUROCK Cement Roof Board or min. 7/16-inch -
DEXcell Cement Roof Board
Min. 0.5-inch Tr.<te|r1n.:_:o et l-;? 'I;allsterer Insulation Layer(s): One or more, min. 1-inch Trisotech G,
Min. 22 a De':'sD'e c"'("c :’;’]'S lat’.i’:;?ate oreDaekfast Trisotech CGF, Trisotech, GAF EnergyGuard Polyiso TPOFB-HA,
in- 22 g3, ; ™. ) Base Ply: One Insulation or Styrofoam Brand Roofmate, Highload 60 or LRFIA or BP-AA (Optional) TPOFB-PSFA
Type B, Prime or DF-#14-PH3 with Dekfast 1 per .
S-211. Grade 40 SECUROCK PLT-R-3 or ACE #15 with 13 fi2 or two plies, Plazamate LRFIA(BG), or SBS- BP-AA or or TPOFB- -90.0
X Vs . : SBS-TA Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK 6-inch o.c. AA SBS-AA TLRA (4-inch
steel Gypsum-Fiber | ACE 3” BE Insulation Plate S
Roof Board or ACE 3" WW Insulation Gypsum Fiber Roof Board or SECUROCK Cement Roof o.c.)
Plate Board or min. 7/16-inch DEXcell Cement Roof Board
TORCH-APPLIED BASE PLY:
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SYSTEM TYPE B-2: MECHANICALL

TABLE 2F: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

TTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED MULTI-PLY ROOF COVER

system e Thermal Barrier — Vapor Barrier Insulation Layer(s) — — Roof Cover (Note 15C[ o MDP
No. (Note 1) Type Fastener (Note 11) Note 17 (Note 15) Type N Ply Ply (psf)
Tremco #15 EHD Fastener ngflf)\:/:aI:an; IESEE:HA'
Min. 22 ga., | Min.0.5-inch with Tremco 3” Metal AVC or AVC Insulation Layer(s): (Optional) One or more, min. 1-inch PEBATF
$212 Type B, SECUROCK Insulation Plate or ACE #15 1 per Primer or AVC Trisotech G, Trisotech CGF or Trisotech LRFIA or SBS-TA (Optional) TPOFB—E’SFA 525
: Grade 40 Gypsum-Fiber | with ACE 3” BE Insulation 2.0 ft2 Primer (WB) Coverboard: Min. 0.5-inch DensDeck Prime or SECUROCK LRFIA(BG) SBS-TA or TPOFB- ’
steel Roof Board Plate or ACE 3” WW foll db Gypsum Fiber Roof Board TLRA (4-inch
Insulation Plate ollowed by (4-inc
AVC Max o.c.)
Min. 0.5-nch | o o o #14 HD Fastener
DEXcell FA A " . y . TPOFB-HA,
Glass Mat with Tremco 3” Metal Insulatlﬂ@: One or more, min. 1-inch Tr|§otech G, TPOFB-
Min. 22 ga., Roof Board Insulation Plate or Dekfast Base Ply: One Trlsotth CGF, Trisotech, GAF EnergyGuard -Poly|so PEBATE
$213. Type B, DensDeck ! DF-#14-PH3 with Dekfast 1 per oF two pl.ies Insulation or Styrofoam Brand Roofmate, Highload 60 or LRFIA or SBS-TA (Optional) TPOFB-I,?‘SFA 60.0
Grade 40 Prime or PLT-R-3 or ACE #15 with 1.8 ft2 SBS-TA ’ Plazamate LRFIA(BG) SBS-TA or TPOFB-
steel SECUROCK ACE 3” BE Insulation Plate Coverboard: Min. 0.25-inch SECUROCK Gypsum-Fiber TLRA (4-inch
) or ACE 3” WW Insulation Roof Board
Gypsum-Fiber Plate o.c.)
Roof Board
Tremco #14 HD Fastener Insulation Layer(s): One or more, min. 1-inch Trisotech G, TPOFB-HA
with Tremco 3” Metal Trisotech CGF, Trisotech, GAF EnergyGuard Polyiso TPOFB- !
Min. 22 ga., Min. 0.5-inch Insulation Plate or Dekfast Base Ply: One Insulation or Styrofoam Brand Roofmate, Highload 60 or PEBATE
5214, Type B, DensDeck DF-#14-PH3 with Dekfast 1 per or 8 pI‘ies Plazamate LRFIA or SBS-TA (Optional) TPOFB—E’SFA 675
Grade 40 Prime PLT-R-3 or ACE #15 with 2.0 ft2 SBS-TA ’ Coverboard: Min. 0.5-inch DensDeck Prime, DEXCell FA LRFIA(BG) SBS-TA or TPOFB-
steel ACE 3” BE Insulation Plate Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof TLRA (4-inch
or ACE 3” WW Insulation Board or SECUROCK Cement Roof Board or min. 7/16-inch 0.c)
Plate DEXcell Cement Roof Board o
In;ulatlon Layer| §[: One or more, min. 1-inch Tr|§otech G, TPOFB-HA,
Trisotech CGF, Trisotech, GAF EnergyGuard Polyiso TPOEB-
Min. 22 ga., | Min. 0.5-inch Base Ply: One Insulation or Styrofoam Brand Roofmate, Highload 60 or PEBATF
$215 Type B, DEXcell FA Dekfast #14 with Dekfast 1 per o pI.ies Plazamate LRFIA or SBS-TA (Optional) TPOFB-}I’SFA 675
* | Grade 40 Glass Mat PLT-R-3 2.0 ft? SBS-TA ! Coverboard: Min. 0.5-inch DensDeck Prime, DEXCell FA LRFIA(BG) SBS-TA or TPOFB- '
steel Roof Board Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof TLRA (4-inch
Board or SECUROCK Cement Roof Board or min. 7/16-inch 0.c)
DEXcell Cement Roof Board o
Insulation Layer(s): One or more, min. 1-inch Trisotech G, TPOFB-HA
Tremco #14 HD Fastener Trisotech CGF, Trisotech, GAF EnergyGuard Polyiso TPOFB- ’
Min. 22 ga., Min. 0.5-inch with Tremco 3” Metal Base Ply: One Insulation or Styrofoam Brand Roofmate, Highload 60 or PEBATF
5216 Type B, SECUROCK Insulation Plate or ACE #15 1 per or two pI.ies Plazamate LRFIA or SBS-TA (Optional) TPOFB—;’SFA 675
: Grade 40 Gypsum-Fiber | with ACE 3” BE Insulation 2.0 ft2 SBS-TA ’ Coverboard: Min. 0.5-inch DensDeck Prime, DEXCell FA LRFIA(BG) SBS-TA or TPOFB- ’
steel Roof Board Plate or ACE 3” WW Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof TLRA (4-inch
Insulation Plate Board or SECUROCK Cement Roof Board or min. 7/16-inch 0c)
DEXcell Cement Roof Board -
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SYSTEM TYPE B-2:

TABLE 2F: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED MULTI-PLY ROOF COVER

Thermal Barrier Insulation Layer(s Roof Cover (Note 15)
System Deck Attach Vapor Barrier yerls) Attach Base Cap Ply MDP
No. (Note 1) Type Fastener (Note 11) 3 (Note 15) Type ac Pl (psf)
b (Note 17) L (Notes 6,7,8) Ply J
. . Tr.emco #14 H? Fastener Insulation Layer(s): One or more, min. 1-inch Trisotech G, TPOFB-HA,
Min. 0.5-inch with Tremco 3” Metal " " y
. . Trisotech CGF, Trisotech, GAF EnergyGuard Polyiso TPOFB-
Min. 22 ga., DensDeck Insulation Plate or Dekfast . :
;i . Base Ply: One Insulation or Styrofoam Brand Roofmate, Highload 60 or LRFIA or . PEBATF,
Type B, Prime or DF-#14-PH3 with Dekfast 1 per : (Optional)
S-217. Grade 40 SECUROCK PLT-R-3 or ACE #15 with 13 fi2 or two plies, Plazamate LRFIA(BG), SBS-TA SBS-TA TPOFB-PSFA -90.0
X ” R : SBS-TA Coverboard: Min. 0.5-inch DensDeck Prime, SECUROCK 6-inch o.c. or TPOFB-
steel Gypsum-Fiber | ACE 3” BE Insulation Plate - .
Roof Board or ACE 3” WW Insulation Gypsum Fiber Roof Board or SECUROCK Cement Roof TLRA (4-inch
Plate Board or min. 7/16-inch DEXcell Cement Roof Board o.c.)

TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED SINGLE-PLY ROOF COVER

o R Top Insulation Layer VIDP
ystem ase Insulation Layer
Deck (Note 1) Roof Cover (Note 15)
No. (Note 3, Note 13) Type Fasten (Note 11) SRR (psf)
(Note 17)
TREMPLY TPO / TREMPLY BONDING ADHESIVE OR TREMPLY TPO BONDING ADHESIVE LV3:
Min. 22 ga., Type B, Grade .
$-218. | 33 steel or min. 2,500 psi (Optional) One ormore |y o in h Trisotech G, Trisotech Note 2 1per32 | 1poBAor TPO-BALV3 | -30.0*
layers, any combination ft?
structural concrete
Min. 22 ga., Type B, Grade . . . .
5219, | 33 steel ormin. 2,500 psi | (OPtional) One ormore | Min. 2-inch GAF EnergyGuard Polyiso Note 2 1perd.0 1 1po8A or TPO-BALV3 | -30.0%
layers, any combination Insulation, GAF EnergyGuard Ultra ft
structural concrete
Min. 22 ga., Type B, Grade (Optional for recover) . . .
. R Min. 0.25-inch DensDeck Prime or 1per4.0
-220. | 33 steel . 2,500 o | ) . Note 2 TPO-BA or TPO-BALV -30.0*
5220 steetormin P! ne o.r mf)re aygrs a.my SECUROCK Gypsum-Fiber Roof Board Tote £ ft? O-BAorTPO 3 300
structural concrete combination, min. 1-inch
Min. 22 ga., Type B, Grade (Optional) One or more Min. 1.5-inch Trisotech G, Trisotech, GAF 1per2.7
S-221. | 33 steel or min. 2,500 psi P - EnergyGuard Polyiso Insulation or GAF Note 2 P , TPO-BA or TPO-BALV3 | -37.5*
layers, any combination — ft
structural concrete EnergyGuard Ultra
Min. 22 ga., Type B, Grade . . . .
$-222. | 33 steel or min. 2,500 psi (Optional) One ormore | Min. 0.25-inch SECUROCK Gypsum-Fiber Note 2 1per2.7 | 1p0.BAor TPO-BALV3 | -37.5%
layers, any combination Roof Board ft?
structural concrete
Min. 22 ga., Type B, Grade (Optional) One or more Note 2 isc Ribbed 3 in. Steel Si [ 1lper2.1
$-223. | 33 steel or min. 2,500 psi P rme Min. 0.25-inch DensDeck Prime Note 2 (Tremco Disc Ribbed 3 in. Steel Stress Plate PET =2 | TPO-BA Or TPO-BALV3 | -45.0*
layers, any combination only) ft
structural concrete
Min. 22 ga., Type B, Grade .
. . Opt 1) O . . . 1 2.0
5-224. | 33steel or min. 2,500 psi | (OPtonallOne ormore iy 6 5c ik pensDeck Prime Note 2 per TPO-BA or TPO-BALV3 | -45.0*
layers, any combination ft
structural concrete
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NEmoO | etc.e

TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED SINGLE-PLY ROOF COVER

System 2 Insulation L Top Insulation Layer MIDP
Yy ase Insulation Layer
Deck (Note 1) Roof Cover (Note 15)
No. (Note 3, Note 13) Type Fasten (Note 11) Attach (psf)
(Note 17)
Min. 22 ga., Type B, Grade .
S-225. | 33 steel or min. 2,500 psi (Optional) One o.r m(?re Min. 0.5-inch DensDeck or DensDeck Prime Note 2 1per3.2 TPO-BA or TPO-BALV3 -45.0*
layers, any combination — ft?
structural concrete
Min. 22 ga., Type B, Grade . . .
5-226. | 33 steel or min. 2,500 psi (Optional) One o.r mc?re M!n. 0.625-inch DensDeck or DensDeck Note 2 1 per4.0 TPO-BA or TPO-BALV3 | -45.0%
layers, any combination Prime — ft2
structural concrete
Min. 22 ga., Type B, Grade . ) . )
$-227. | 33 steel or min. 2,500 psi (Optional) One ormore | Min. 0.25-inch SECUROCK Gypsum-Fiber Note 2 1per2.0 | 10 BAor TPO-BALV3 | -45.0%
layers, any combination Roof Board ft?
structural concrete
Min. 22 ga., Type B, Grade . . . X
5-228. | 33 steel or min. 2,500 psi (Optional) One o.r mc?re Min. 0.625-inch SECUROCK Gypsum-Fiber Note 2 1 per4.0 TPO-BA or TPO-BALV3 | -45.0*
layers, any combination Roof Board R ft2
structural concrete
Min. 22 ga., Type B, Grade (Optional for recover) . . .
S-229. | 33 steel or min. 2,500 psi One or more layers, any Min. 0.25-inch SECUROCK Gypsum-Fiber Note 2 1per3.2 TPO-BA or TPO-BALV3 | -45.0*
_ R . Roof Board 2
structural concrete combination, min. 1-inch
Min. 22 ga., Type B, Grade (Optional for recover) . . .
Min. 0.375-inch SECUROCK - 1 4.
S-230. | 33 steel or min. 2,500 psi One or more layers, any in. 0.375-inch RECUROCK TREsuMgel Note 2 perz 0 TPO-BA or TPO-BALV3 | -45.0*
- ; ) Roof Board — ft
structural concrete combination, min. 1-inch
Min. 22 ga., Type B, Grade .
$-231. | 33 steel or min. 2,500 psi (Optional) One ormore |\ 206 i o Note 2 1perd0 | 1p0.BAor TPO-BALV3 | -45.0%
layers, any combination ft?
structural concrete
Min. 22 ga., Type B, Grade One or more layers, any Min. 0.5-inch GAF EnergyGuard HD Polyiso 1 per 2.0
S-232. | 33 steel or min. 2,500 psi combination, min. 1.5- Cover Board, GAF EnergyGuard HD Plus Note 2 pﬁz : TPO-BA or TPO-BALV3 | -45.0*
structural concrete inch Polyiso Cover Board
Min. 22 ga., Type B, Grade (Optional) One or more Min. 1.5-inch Trisotech G, Trisotech, GAF 1 per 2.0
S-233. | 33 steel or min. 2,500 psi P .. EnergyGuard Polyiso Insulation or GAF Note 2 per & TPO-BA or TPO-BALV3 | -45.0*
layers, any combination ft?
structural concrete EnergyGuard Ultra
Min. 22 ga., Type B, Grade . . . .
. 2- E 1 2.
5234 | 33steel ormin. 2,500 psi | \OPtional) One ormore | Min. Z-inch GAF EnergyGuard Polyiso Note 2 Per29 | 1p0-BA Or TPO-BALV3 | -45.0*
layers, any combination Insulation, GAF EnergyGuard Ultra ft
structural concrete
Min. 22 ga., Type B, Grade . ] . . .
5-235. | 33 steel or min. 2,500 psi (Optional) One o.r m(?re Min. 2-inch Trisotech G, Trisotech or GAF Note 2 1 per24.0 TPO-BA or TPO-BALV3 | -45.0%*
layers, any combination EnergyGuard Ultra — ft
structural concrete
Min. 22 ga., Type B, Grade One or more layers, any 1peris
S-236. | 33 steel or min. 2,500 psi combination, min. 1.5- Min. 0.25-inch DensDeck Prime Note 2 pﬂz : TPO-BA or TPO-BALV3 -52.5
structural concrete inch
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED SINGLE-PLY ROOF COVER

NEmoO | etc.e

System 2 Insulation L Top Insulation Layer MIDP
Y ase Insulation Layer MDP
Deck (Note 1) Roof Cover (Note 15)
No. (Note 3, Note 13) Type Fasten (Note 11) HEEL (psf)
(Note 17)
Min. 22 ga., Type B, Grade . . .
$-237. | 33 steel or min. 2,500 psi One or more [ayers, any | Min. 0.25-inch SECUROCK Gypsum-Fiber Note 2 1perld | o0 BAOrTPO-BALV | -52.5
combination, min. 1-inch Roof Board E— ft2
structural concrete
Min. 22 ga., Type B, Grade . . . .
5-238. | 33 steel or min. 2,500 psi (Optional) One ormore | Min. 2-inch GAF EnergyGuard Polyiso Note 2 1perl8 | 1p0.BAor TPO-BALV3 | -60.0
layers, any combination Insulation — ft2
structural concrete
Min. 22 ga., Type B, Grade (Optional for recover) . . .
S-239. | 33 steel or min. 2,500 psi One or more layers, any Min. 0.375-inch SECUROCK Gypsum-Fiber Note 2 1perl3 TPO-BA or TPO-BALV3 -67.5
A R . Roof Board 2
structural concrete combination, min. 1-inch
Min. 22 ga., Type B, Grade One or more layers, any . . . 4
5-240. | 33 steel ormin. 2,500 psi | combination, min. 1.5- | in- 0-5-inch Structodek High Density Roof | \ 1perl0 | 1p0.8A0r TPO-BALV3 | -67.5
. Fiberboard ft
structural concrete inch
Min. 22 ga., Type B, Grade 33 Py ;
$-241. | steel or min. 2,500 psi One or more layers, any |\, o5 inch DensDeck Prime Note 2 (Tremco Disc Ribbed 3 n. Steel Stress Plate | 1per 16 | 1p pp o Tp0-BALVE | -75.0
combination, min. 1.5-inch or Tremco 3” Metal Insulation Plate only) ft2
structural concrete
Min. 22 ga., Type B, Grade One or more layers, any . . .
$-242. | 33 steel or min. 2,500 psi combination, min. 1.5 Min. 0.5-inch SECUROCK Gypsum-Fiber Note 2 1perll | 1p0.BAOr TPO-BALVZ | -97.5
) Roof Board ft?
structural concrete inch
Min. 22 ga., Type B, Grade 80 L, .
S-243. | steel or min. 2,500 psi One o.r mf)re Iay.ers, any Min. 0.5-inch DensDeck Prime Note 2 (Tre/r’nco Disc R’bbe,d3 in. Steel Stress Plate Lperl0 TPO-BA or TPO-BALV3 -127.5
combination, min. 1.5-inch or Tremco 3” Metal Insulation Plate only) ft2
structural concrete
TREMPLY TPO / TREMPLY WB BONDING ADHESIVE:
Min. 22 ga., Type B, Grade .
5-244. | 33steel ormin. 2,500 psi | (OPtonall Oneormore |y u 'y ook Trisotech G, Trisotech Note 2 1per3-2 | 1po.weea -30.0*
layers, any combination ft
structural concrete
Min. 22 ga., Type B, Grade . . . .
5-245. | 33 steel or min. 2,500 psi (Optional) One or m(?re Min. 2.|nch GAF EnergyGuard Polyiso Note 2 1per4.0 TPO-WBBA -30.0*
layers, any combination Insulation, GAF EnergyGuard Ultra — ft?
structural concrete
Min. 22 ga., Type B, Grade (Optional for recover) . . .
.0.25- DensD 1 i
S-246. | 33 steel or min. 2,500 psi One or more layers, any jin- 0-25-inch Dens .eck Prime or Note 2 per24 0 TPO-WBBA -30.0*
L R . SECUROCK Gypsum-Fiber Roof Board — ft
structural concrete combination, min. 1-inch
Min. 22 ga., Type B, Grade (Optional) One or more Min. 1.5-inch Trisotech G, Trisotech, GAF 1 per 2.7
S-247. | 33 steel or min. 2,500 psi P . EnergyGuard Polyiso Insulation or GAF Note 2 per & TPO-WBBA -37.5%
layers, any combination ft?
structural concrete EnergyGuard Ultra
Min. 22 ga., Type B, Grade N
S-248. | 33 steel or min. 2,500 psi (OPWQgal) O 0'.' mc?re Min. 0.25-inch DensDeck Prime Note 2 1 per22.0 TPO-WBBA -45.0*
layers, any combination — ft
structural concrete
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED SINGLE-PLY ROOF COVER

System 2 Insulation L Top Insulation Layer MIDP
Yy ase Insulation Layer
Deck (Note 1) Roof Cover (Note 15)
No. (Note 3, Note 13) Type Fasten (Note 11) HEEL (psf)
(Note 17)
Min. 22 ga., Type B, Grade .
S-249. | 33 steel or min. 2,500 psi (Optional) One o.r m(?re Min. 0.5-inch DensDeck Prime Note 2 1per3.2 TPO-WBBA -45.0*
layers, any combination — ft?
structural concrete
Min. 22 ga., Type B, Grade - o )
$-250. | 33 steel or min. 2,500 psi (Optional) One ormore |\ o i1 DensDeck Prime Note 2 (Tremco Disc Ribbed 3 n. steel stress Plate or | 1Per&.0 | rp5 \ypga -45.0%
layers, any combination Tremco 3” Metal Insulation Plate) ft2
structural concrete
Min. 22 ga., Type B, Grade .
$-251. | 33 steel or min. 2,500 psi (Optional) One ormore |\ 65 inh DensDeck Prime Note 2 1perd0 | rpo.wesa -45.0*
layers, any combination ft?
structural concrete
Min. 22 ga., Type B, Grade . . . .
5-252. | 33 steel or min. 2,500 psi (Optional) One o.r mc?re Min. 0.25-inch SECUROCK Gypsum-Fiber Note 2 1 per22.0 TPO-WBBA -45.0*
layers, any combination Roof Board R ft
structural concrete
Min. 22 ga., Type B, Grade (Optional for recover) . . .
S-253. | 33 steel or min. 2,500 psi One or more layers, any Min. 0.25-inch SECUROCK Gypsum-Fiber Note 2 1per3.2 TPO-WBBA -45.0*
_ R . Roof Board 2
structural concrete combination, min. 1-inch
Min. 22 ga., Type B, Grade (Optional for recover) . . .
Min. 0.375-inch SECUROCK - 1 4.
S-254. | 33 steel or min. 2,500 psi One or more layers, any in. 0.375-inch RECUROCK TREsuMgel Note 2 perz 0 TPO-WBBA -45.0*
- ; ) Roof Board — ft
structural concrete combination, min. 1-inch
Min. 22 ga., Type B, Grade One or more layers, any Min. 0.5-inch GAF EnergyGuard HD Polyiso 1 per 2.0
S-255. | 33 steel or min. 2,500 psi combination, min. 1.5- Cover Board, GAF EnergyGuard HD Plus Note 2 pftl ’ TPO-WBBA -45.0*
structural concrete inch Polyiso Cover Board
Min. 22 ga., Type B, Grade (Optional) One or more Min. 1.5-inch Trisotech G, Trisotech, GAF 1 per 2.0
S-256. | 33 steel or min. 2,500 psi P L EnergyGuard Polyiso Insulation or GAF Note 2 P , TPO-WBBA -45.0*
layers, any combination I ft
structural concrete EnergyGuard Ultra
Min. 22 ga., Type B, Grade . . . .
5-257. | 33 steel or min. 2,500 psi (Optional) One o.r m(?re Min. 2.|nch GAF EnergyGuard Polyiso Note 2 1 per22.9 TPO-WBBA -45.0*
layers, any combination Insulation, GAF EnergyGuard Ultra — ft
structural concrete
Min. 22 ga., Type B, Grade .
1 R
5258, | 33 steel ormin. 2,500 psi | (OPtionall Oneormore | e ) ik risotech G, Trisotech Note 2 Perd0 | Tpo.weBA -45.0*
layers, any combination ft
structural concrete
Min. 22 ga., Type B, Grade One or more layers, any 1peris
S-259. | 33 steel or min. 2,500 psi combination, min. 1.5- Min. 0.25-inch DensDeck Prime Note 2 pftZ ’ TPO-WBBA -52.5
structural concrete inch
Min. 22 ga., Type B, Grade . . .
.0.25- E - 1 1.
5-260. | 33 steelor min.2,500psi | One.OrMmorelavers,any ) Min. 0.25-inch SECUROCK Gypsum-Fiber o, Perl8 | Tpo-weBA 525
combination, min. 1-inch Roof Board ft
structural concrete
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NEmoO | etc.e

TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED SINGLE-PLY ROOF COVER

System 2 Insulation L Top Insulation Layer MIDP
Y ase Insulation Layer MDP
Deck (Note 1) Roof Cover (Note 15)
No. (Note 3, Note 13) Type Fasten (Note 11) HEEL (psf)
(Note 17)
Min. 22 ga., Type B, Grade (Optional for recover) . . .
S-261. | 33 steel or min. 2,500 psi One or more layers, any Min. 0.375-inch SECUROCK Gypsum-Fiber Note 2 lperl3 TPO-WBBA -67.5
— R . Roof Board 2
structural concrete combination, min. 1-inch
Min. 22 ga., Type B, Grade One or more layers, any Note 2 oy ' ’ 1per 1.6
$5-262. | 33 steel or min. 2,500 psi combination, min. 1.5- Min. 0.5-inch DensDeck Prime Note 2 (Tremco Reg RitleoIQRtee! Stres>\ghte or per 25 | 1po-weBA -75.0
X Tremco 3” Metal Insulation Plate only) ft?
structural concrete inch
Min. 22 ga., Type B, Grade One or more layers, any Note 2 . . / oI 1per 1.0
S-263. | 33 steel or min. 2,500 psi combination, min. 1.5- Min. 0.5-inch DensDeck Prime Note Zjggemco Diggyh 20 Steel Stress Plate or per &. TPO-WBBA -82.5
. Tremco 3” Metal Insulation Plate only) ft?
structural concrete inch
Min. 22 ga., Type B, Grade One or more layers, any NoR T i3 in Steel S oI 1per 1.0
S-264. | 80 steel or min. 2,500 psi combination, min. 1.5- Min. 0.5-inch DensDeck Prime NOUER (7rerTCQERRRibbed 3 in. Steel Stress Plate or Per Y | tpo-weBA -127.5
X Tremco 3” Metal Insulation Plate only) ft?
structural concrete inch
TREMPLY TPO / TREMPLY TPO LV BONDING ADHESIVE:
Min. 22 ga., Type B, Grade .
5-265. | 33steel ormin. 2,500psi | (OPHonallOneormore iy Yy oy Ticotech 6, Trisotech Note 2 1per3.2 | 1po Lvea -30.0*
layers, any combination ft
structural concrete
Min. 22 ga., Type B, Grade . . . .
5-266. | 33 steel or min. 2,500 psi (Optional) One or more Min. 2'|nch GAF EnergyGuard Polyiso Note 2 1 per24.0 TPO-LVBA -30.0*
layers, any combination Insulation, GAF EnergyGuard Ultra — ft
structural concrete
Min. 22 ga., Type B, Grade (Optional for recover) : ) .
. R Min. 0.25-inch DensDeck Prime or 1per4.0
-267. | 33 steel . 2,500 0 I 3 ) Note 2 TPO-LVBA -30.0*
S-267 steel or min psi ne o.r mf)re aygrs a.my SECUROCK Gypsum-Fiber Roof Board Note 2 0 O 30.0
structural concrete combination, min. 1-inch
Min. 22 ga., Type B, Grade (Optional) One or more Min. 1.5-inch Trisotech G, Trisotech, GAF 1per2.7
S-268. | 33 steel or min. 2,500 psi P L EnergyGuard Polyiso Insulation or GAF Note 2 P , TPO-LVBA -37.5%
layers, any combination — ft
structural concrete EnergyGuard Ultra
Min. 22 ga., Type B, Grade . . . .
5-269. | 33 steel or min. 2,500 psi (Optional) One or m(?re Min. 0.25-inch SECUROCK Gypsum-Fiber Note 2 1per2.7 TPO-LVBA 37.5%
layers, any combination Roof Board — ft?
structural concrete
Min. 22 ga., Type B, Grade . o )
5270, | 33 steel ormin. 2,500 psi | \OPtenal Oneormore |y, 6 5 i ch Densbeck Prime Note 2 {Tremco Disc Ribbed 3 in. Steel Stress Plate tper2.l 1 1po 1vea -45.0*
layers, any combination only) ft
structural concrete
Min. 22 ga., Type B, Grade N
s-271. | 33steel ormin. 2,500 psi | (OPtonall Oneormore iy 655 ik DensDeck Prime Note 2 1per2.0 1 1po 1vea -45.0%
layers, any combination ft
structural concrete
Min. 22 ga., Type B, Grade .
S-272. | 33 steel or min. 2,500 psi (OPTRGLOT 0'.' mc?re Min. 0.5-inch DensDeck Prime Note 2 1 per23.2 TPO-LVBA -45.0*
layers, any combination — ft
structural concrete
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED SINGLE-PLY ROOF COVER

System 2 Insulation L Top Insulation Layer MIDP
Y ase Insulation Layer MDP
Deck (Note 1) Roof Cover (Note 15)
No. (Note 3, Note 13) Type Fasten (Note 11) HEEL (psf)
(Note 17)
Min. 22 ga., Type B, Grade .
S-273. | 33 steel or min. 2,500 psi (Optional) One o.r m(?re Min. 0.625-inch DensDeck Prime Note 2 1pera.0 TPO-LVBA -45.0*
layers, any combination — ft?
structural concrete
Min. 22 ga., Type B, Grade . . . .
5-274. | 33 steel or min. 2,500 psi (Optional) One o.r mc?re Min. 0.25-inch SECUROCK Gypsum-Fiber Note 2 1per2.0 TPO-LVBA -45.0*
layers, any combination Roof Board — ft2
structural concrete
Min. 22 ga., Type B, Grade . ) . :
5-275. | 33 steel or min. 2,500 psi (Optional) One or m(?re Min. 0.625-inch SECUROCK Gypsum-Fiber Note 2 1per4.0 TPO-LVBA -45.0*
layers, any combination Roof Board < ft?
structural concrete
Min. 22 ga., Type B, Grade .
5-276. | 33 steelormin. 2,500 psi | (OPtonall Oneormore -y o i ch DensDeck Prime Note 2 tperl> | 1po-Lvea -45.0
layers, any combination ft
structural concrete
Min. 22 ga., Type B, Grade (Optional for recover) . . .
S-277. | 33 steel or min. 2,500 psi One or more layers, any Min. 0.25-inch SECUROCK Gypsum-Fiber Note 2 1per3.2 TPO-LVBA -45.0*
_ R . Roof Board 2
structural concrete combination, min. 1-inch
Min. 22 ga., Type B, Grade (Optional for recover) . . .
S-278. | 33 steel or min. 2,500 psi One or more layers, any Min. 0.375-inch RECUROCK SResuMNQigel Note 2 ! per24.0 TPO-LVBA -45.0*
- ; ) Roof Board — ft
structural concrete combination, min. 1-inch
Min. 22 ga., Type B, Grade One or more layers, any Min. 0.5-inch GAF EnergyGuard HD Polyiso 1 per 2.0
S-279. | 33 steel or min. 2,500 psi combination, min. 1.5- Cover Board, GAF EnergyGuard HD Plus Note 2 pftl ’ TPO-LVBA -45.0*
structural concrete inch Polyiso Cover Board
Min. 22 ga., Type B, Grade (Optional) One or more Min. 1.5-inch Trisotech G, Trisotech, GAF 1 per 2.0
S-280. | 33 steel or min. 2,500 psi P L EnergyGuard Polyiso Insulation or GAF Note 2 P , TPO-LVBA -45.0*
layers, any combination I ft
structural concrete EnergyGuard Ultra
Min. 22 ga., Type B, Grade . . . .
5-281. | 33 steel or min. 2,500 psi (Optional) One o.r m(?re Min. 2.|nch GAF EnergyGuard Polyiso Note 2 1 per22.9 TPO-LVBA -45.0*
layers, any combination Insulation, GAF EnergyGuard Ultra — ft
structural concrete
Min. 22 ga., Type B, Grade . . . . .
. 2- 1 .
5-282. | 33 steel or min. 2,500 psi (Optional) One o'r m9re Min. 2-inch Trisotech G, Trisotech or GAF Note 2 per24 0 TPO-LVBA -45.0*
layers, any combination EnergyGuard Ultra — ft
structural concrete
Min. 22 ga., Type B, Grade J . .
5-283. | 33 steel or min. 2,500 psi One o'r mf)re Iay.ers, a'my Min. 0.25-inch SECUROCK Gypsum-Fiber Note 2 1lperl.8 TPO-LVBA 525
combination, min. 1-inch Roof Board E— ft2
structural concrete
Min. 22 ga., Type B, Grade . . . .
. 2- E 1 1.
5-284. | 33 steel or min. 2,500 psi (Optional) One ormore | Min. 2-inch GAF EnergyGuard Polyiso Note 2 Perld | 1po.LvBA -60.0
layers, any combination Insulation ft
structural concrete
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED SINGLE-PLY ROOF COVER

NEmoO | etc.e

System 2 Insulation L Top Insulation Layer MIDP
Y ase Insulation Layer MDP
Deck (Note 1) Roof (Note 15)
No. eck [ete (Note 3, Note 13) Type Fasten (Note 11) HEEL oof Cover (Note (psf)
(Note 17)
Min. 20 ga., Type B, Grade (Optional) One or more Min. 2-inch GAF EnergyGuard Polyiso Tremco #1211 Fastegers {5tgel only) ofgiremco 710 1lperl.6
S-285. | 33 steel or min. 2,500 psi P L - &Y 4 Fasteners with Tremco Disc Ribbed 3 in. Steel Stress per = TPO-LVBA -67.5
layers, any combination Insulation, GAF EnergyGuard Ultra ft?
structural concrete Plates
Min. 22 ga., Type B, Grade (Optional for recover) ) ) )
. . Min. 0.375-inch SECUROCK -F 1 1.
S-286. | 33 steel or min. 2,500 psi One or more layers, any in. 0.375-inch SECUROCK Gypsum-Fiber Note 2 per13 TPO-LVBA -67.5
Roof Board —— ft?
structural concrete combination, min. 1-inch
Min. 22 ga., Type B, Grade One or more layers, any . . . .
S-287. | 33 steel or min. 2,500 psi combination, min. 1.5- E?LZ'rgfa;zCh Structodek High Density Roof Note 2 ! p?trzl.o TPO-LVBA -67.5
structural concrete inch
TREMPLY TPO FB / HOT ASPHALT OR THERMASTIC 80:
Min. 22 ga., type B, Grade . . . . R . .
5-288. | 33 steel or min. 2,500 psi M!n. 1.5-inch Trisotech G, Mln. 1-inch Structodek ngh Density See Note 2 1 per22.0 TPOFB-HA -45.0%
Trisotech Fiberboard Roof Insulation B ft
structural concrete
Min. 22 ga., Type B, Grade .
5-289. | 33steelor min.2,500psi | (OPtonallOneormore iy 655 ik DensDeck Prime Note 2 Lperl8 | rporsHA -45.0*
layers, any combination ft
structural concrete
Min. 22 ga., type B, Grade . . . . . .
Min. 2-inch T h Min. 0.5- ECUROCK - 1 1.
$-290. | 33 steel or min. 2,500 psi in. 2-inch Trisotech G in. 0.5-incliECUROCK Gypsuliiber See Note 2 (#14 only) Perl0 | rpore-HA -90.0
or Trisotech G Roof Board ft
structural concrete
TREMPLY TPO FB / TREMPLY WB BONDING ADHESIVE:
Min. 22 ga., Type B, Grade .
5-291. | 33steelor min.2,500psi | (OPHonallOneormore 4 yu o4 Trisotech 6, Trisotech Note 2 Lper3.2 | rpors-waeA -30.0*
layers, any combination ft
structural concrete
Min. 22 ga., Type B, Grade . . < .
5-292. | 33 steel or min. 2,500 psi (Optional) One o'r mc?re Min. 2'|nch GAF EnergyGuard Polyiso Note 2 1 per24.0 TPOFB-WBBA -30.0*
layers, any combination Insulation, GAF EnergyGuard Ultra — ft
structural concrete
Min. 22 ga., Type B, Grade (Optional for recover) . . .
. . Min. 0.25-inch DensDeck Prime or 1per4.0
- . .2 N 2 B-WBB -30.0*
S-293 33 steel or min. 2,500 psi One qr mgre Iay.ers, a.my SECUROCK Gypsum-Fiber Roof Board ote Pt TPOFB-WBBA 30.0
structural concrete combination, min. 1-inch
Min. 22 ga., Type B, Grade (Optional) One or more Min. 1.5-inch Trisotech G, Trisotech, GAF 1 per2.7
S-294. | 33 steel or min. 2,500 psi P L EnergyGuard Polyiso Insulation or GAF Note 2 P , TPOFB-WBBA -37.5%
layers, any combination ft
structural concrete EnergyGuard Ultra
Min. 22 ga., Type B, Grade (Optional) One or more Min. 1.5-inch Trisotech G, Trisotech, GAF 1 per2.0
S-295. | 33 steel or min. 2,500 psi P A EnergyGuard Polyiso Insulation or GAF Note 2 P , TPOFB-WBBA -45.0%*
layers, any combination — ft
structural concrete EnergyGuard Ultra
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NEmoO | etc.e

TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED SINGLE-PLY ROOF COVER

System 2 Insulation L Top Insulation Layer MIDP
y! ase Insulation Layer
Deck (Note 1) Roof Cover (Note 15)
No. (Note 3, Note 13) Type Fasten (Note 11) HEEL (psf)
(Note 17)
Min. 22 ga., Type B, Grade . . . .
5-296. | 33 steel or min. 2,500 psi (Optional) One o.r m(?re Min. 2.|nch GAF EnergyGuard Polyiso Note 2 1per2.9 TPOEB-WBBA 45.0%
layers, any combination Insulation, GAF EnergyGuard Ultra — ft?
structural concrete
Min. 22 ga., Type B, Grade (Optional for recover) ) ) .
5-297. | 33steel or min. 2,500 psi | One or more layers, any | " 0-25-inch SECUROCK Gypsum-Fiber Note 2 Lper3-2 | 1oors-waBA -45.0*
- ; ) Roof Board ft
structural concrete combination, min. 1-inch
Min. 22 ga., Type B, Grade (Optional for recover) . . .
S-298. | 33 steel or min. 2,500 psi One or more layers, any Min. 0.375-inch SECUROCK Gypsum-Fiber Note 2 1 per 4.0 TPOFB-WBBA -45.0*
A . . Roof Board 2
structural concrete combination, min. 1-inch
Min. 22 ga., Type B, Grade . . .
. . | , Min. 0.25-inch SECUROCK -F 1 1.
5-299. | 33 steelor min.2,500psi | On¢Of morelavers, any in. 0.25-inch SECUROCK Gypsum-Fiber Note 2 Perl® | rpore-weBA 525
combination, min. 1-inch Roof Board ft2
structural concrete
Min. 22 ga., Type B, Grade (Optional for recover) . . X
S-300. | 33 steel or min. 2,500 psi One or more layers, any Min. 0.375-inch SECUROCK Gypsum-Fiber Note 2 1perl3 TPOFB-WBBA -67.5
_ R . Roof Board 2
structural concrete combination, min. 1-inch
TREMPLY TPO FB / TREMCO LR ADHESIVE:
Min. 22 ga., Type B, Grad.e (Optional) One or more Min. 2-inch GAF EnergyGuard Polyiso 1per4.0 | TPOFB-TLRA (12-inch
S-301. | 33 steel or min. 2,500 psi L . Note 2 ) -30.0*
layers, any combination Insulation, GAF EnergyGuard Ultra ft o.c.)
structural concrete
Min. 22 ga., Type B, Grade ) Min. 1.5-inch Trisotech G, Trisotech, GAF )
S-302. | 33 steel or min. 2,500 psi (Optional) One O_r mc?re EnergyGuard Polyiso Insulation or GAF Note 2 1per2.7 TPOFB-TLRA (12-inch -37.5%
layers, any combination ft? o.c.)
structural concrete EnergyGuard Ultra
Min. 22 ga., Type B, Grade . .
5-303. | 33steel or min. 2,500 psi | (OPHONal Oneormore iy o i b Trisotech 6, Trisotech Note 2 Lperd0 | TPOFB-TLRA (12-nch | 57 g4
layers, any combination ft o.c.)
structural concrete
Min. 22 ga., Type B, Grade . .
5-304. | 33steelor min.2,500psi | (OPtonallOneormore iy Yy 26 i AcFoam Composite/GB Note 2 Lper5:3 | TPOFB-TLRA (12-inch | 55 o,
layers, any combination ft o.c.)
structural concrete
Min. 22 ga., Type B, Grade . Min. 1.5-inch Trisotech G, Trisotech, GAF .
S-305. | 33 steel or min. 2,500 psi (Opgnal) ee o'r mc?re EnergyGuard Polyiso Insulation or GAF Note 2 ! perzz.o TPOFB-TLRA (12-inch -45.0*
layers, any combination — ft o.c.)
structural concrete EnergyGuard Ultra
Min. 22 ga., Type B, Grade h Min. 2-inch Trisotech G, Trisotech, GAF .
S-306. | 33 steel or min. 2,500 psi (Optional) One o.r mc?re EnergyGuard Polyiso Insulation or GAF Note 2 1 per22.9 TPOFB-TLRA (12-inch -45.0*
layers, any combination ft o.c.)
structural concrete EnergyGuard Ultra
Min. 22 ga., Type B, Grade . . . .
5-307. | 33 steel or min. 2,500 psi One qr m9re Iay.ers, a.my Min. 0.25-inch SECUROCK Gypsum-Fiber Note 2 1 per21.8 TPOFB-TLRA (12-inch 525
combination, min. 1-inch Roof Board — ft o.c.)
structural concrete
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED SINGLE-PLY ROOF COVER

NEmoO | etc.e

System 2 Insulation L Top Insulation Layer MIDP
Yy ase Insulation Layer
Deck (Note 1) Roof (Note 15)
No. eck Hote (Note 3, Note 13) Type Fasten (Note 11) GGEC oof Cover {Note (psf)
(Note 17)
Min. 22 ga., T B, Grad
" ga. .ype ) ora .e (Optional) One or more Min. 1.5-inch GAF EnergyGuard Polyiso 1per1.3 | TPOFB-TLRA (12-inch
S-308. 33 steel or min. 2,500 psi L . Note 2 -60.0
layers, any combination Insulation, GAF EnergyGuard Ultra — ft? o.c.)
structural concrete
Min. 22 ga., Type B, Grade . . . . .
5-309. | 33 steel or min, 2,500 psi (Optional) One o.r mc?re Min. 1..5—|nch GAF EnergyGuard Polyiso Note 2 1lperl3 TPOFB-TLRA (12-inch 675
layers, any combination Insulation — ft2 o.c.)
structural concrete
$310 2/'3';::' iinl‘r’]p; ';bgrage gf'g:ﬂg‘:é {:c:r\;egn Min. 0.25-inch DensDeck Prime or Note 2 Lper4.0 | TPOFBTIRA (4-inch | o .
’ - SoT0P . vers, any SECUROCK Gypsum-Fiber Roof Board - g ft2 o.c.) ’
structural concrete combination, min. 1-inch
Min. 22 ga., Type B, Grade . .
5-311. | 33steel or min.2,500psi | \(OPHonalOneormore i o b rricotech, Trisotech Note 2 Lper2.0 | TPOFB-TLRA (4-inch | g o
layers, any combination ft2 o.c.)
structural concrete
Min. 22 ga., Type B, Grade . :
S-312. | 33 steel or min. 2,500 psi (Optional) One O,r mc?re Min. 2-inch Trisotech, Trisotech Note 2 Lper2.9 TPOFB-TLRA (4-inch -45.0*
layers, any combination — ft? o.c.)
structural concrete
Min. 22 ga., T.ype B, Grao!e (Optional) One or more Min. 1.5-inch Trisotech G, Tristotech or 1per1.3 | TPOFB-TLRA (4-inch
S-313. 33 steel or min. 2,500 psi L . R Note 2 -60.0
layers, any combination GAF EnergyGuard Polyiso Insulation — ft2 o.c.)
structural concrete
Min. 22 ga., Type B, Grade . .
S-314. | 33 steel or min. 2,500 psi (Optional) One O.r mc?re Min. 0.25-inch DensDeck Prime Note 2 1per2.0 | TPOFB-TLRA (4-inch -45.0*
layers, any combination ft? o.c.)
structural concrete
Min. 22 ga., Type B, Grade | (Optional for recover) Min. 0.25-inch SECUROCK Gypsum-Fiber 1per3.2 | TPOFB-TLRA (4-inch
S-315. | 33 steel or min. 2,500 psi One or more layers, any Note 2 -45.0*
- . ) Roof Board I ft? o.c.)
structural concrete combination, min. 1-inch
in. 22 ga. B i
Min. 22 ga., Type B, Grade | (Optional for recover) Min. 0.375-inch SECUROCK Gypsum-Fiber 1per4.0 | TPOFB-TLRA (4-inch
S-316. | 33 steel or min. 2,500 psi One or more layers, any Note 2 -45.0*
o : ) Roof Board ft? o.c.)
structural concrete combination, min. 1-inch
Min. 22 ga., T B, Grad Opti | f
in. 22 ga,, Type B, Grade | (Optional for recover) Min. 0.375-inch SECUROCK Gypsum-Fiber lper13 | TPOFB-TLRA (4-inch
S-317. | 33 steel or min. 2,500 psi One or more layers, any Note 2 ) -67.5
y Roof Board — ft o.c.)
structural concrete combination
TREMPLY TPO FB APPLIED IN POWERPLY ENDURE BIO ADHESIVE TF:
Min. 22 ga., Type B, Grade (Optional) One or more . . .
R . . - Min. 0.25-inch DensDeck Prime or 1per4.0
-318. | 33 steel . 2,500 I , bination, ) Note 2 B-PEB -30.0%
5318 steetormin R ay.lers 'any i V' SECUROCK Gypsum-Fiber Roof Board Note 2 ft? TPOFB-PEBATF 300
structural concrete min. 1-inch
Min. 22 ga., Type B, Grade . . . .
5319, | 33 steelormin. 2,500 psi | (OPtional) One or more ) Min. 0.25-inch DensDeck Prime or Note 2 1Per20 | 1porg-pepATF -45.0*
layers, any combination SECUROCK Gypsum-Fiber Roof Board ft
structural concrete
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED SINGLE-PLY ROOF COVER

System Base Insulation| L Top Insulation Layer MIDP
y! ase Insulation Layer
Deck (Note 1) Roof Cover (Note 15)
No. (Note 3, Note 13) Type Fasten (Note 11) HEEL (psf)
(Note 17)
Tremco #12 DP (steel only), Tremco #14 HD or
(Optional) One or more Tremco #15 EHD (steel only) with Tremco 3”
Min. 22 ga., Type B, Grade la pers anv combination Min. 0.5-inch DensDeck Prime or Metal Insulation Plate or Tremco #1211 (steel 1per1.6
$-320. | 33 steel or min. 2,500 psi Vers, any ' e , only), Tremco #1410 or Tremco #1510 XHD Per=% | 1porB-PEBATF -60.0
min. 1.5-inch total SECUROCK Gypsum-Fiber Roof Board . .. ft?
structural concrete thickness (steel only) with Tremco Disc 3 in. Steel Stress
Plate or Tremco Disc Ribbed 3 in. Steel Stress
Plate
Min. 22 ga., Type B, Grade Min. 1.5-inch Trisotech G, . ) ) Tremc9 Q@ EHGP™ Troge 37 Metal
5321 30 steel of min. 2.500 bsi Trisotech CGF or Min. 0.5-inch DensDeck Prime or Insulation Plate, Tremco #1510 XHD Fastener 1per2.0 TPOFB-PEBATE 75.0
’ structural concr.et(’e P Trisotech SECUROCK Gypsum-Fiber Roof Board with Tremco Disc 3 in. Steel Stress Plate or ft2 ’
Dekfast DF-#15-PH3 with Dekfast PLT-R-3
. (Optional) One or more
Min. 22 ga., Type B, Grade L - "
5-322. | 33steel ormin.2,500psi | 2YErsany combination, | o ¢ bensbeck Prime Tremco #14 HD Fastener with Tremco 3" Metal | 1per13 | pncq pegare 82.5
min. 1.5-inch total Insulation Plate ft?
structural concrete .
thickness
Tremco #15 EHD with Tremco 3” Metal
Min. 22 ga., Type B, Grade (Optional) Min. 1.5-inch ) ) ) .
: X h . Min. 0.5-inch DensDeck Prime or Insulation Plate, Tremco #1510 XHD Fastener 1perl.0
-323. | 80 steel . 2,500 Trisotech G, Trisotech ) ) o TPOFB-PEBATF -127.
5323 str Sc‘tsera?:;c:?q:]rete Pl CgsFooffrrisoterclfwo ec SECUROCK Gypsum-Fiber Roof Board with Tremco Disc 3 in. Steel Stress Plate or ft? 0 >
Het Dekfast DF-#15-PH3 with Dekfast PLT-R-3
TREMPLY TPO FB APPLIED IN TREMCO PSF ADHESIVE:
Min. 22 ga., Type B, Grade (Optional) One or more . . .
. . I Min. 0.25-inch DensDeck Prime or 1per4.0
-324. | 33 steel . 2,500 I , bination, ; Note 2 TPOFB-PSFA -30.0*
S-324 steel or min psi ay.lers jcmy combination SECUROCK Gypsum-Fiber Roof Board ote 0 (6} S 30.0
structural concrete min. 1-inch
Min. 22 ga., Type B, Grade . . . .
5-325. | 33 steel or min, 2,500 psi (Optional) One o'r mc?re Min. 0.25-inch DensD.eck Prime or Note 2 1 per22.0 TPOFB-PSEA -45.0*
layers, any combination SECUROCK Gypsum-Fiber Roof Board — ft
structural concrete
Tremco #12 DP (steel only), Tremco #14 HD or
(Optional) One or more Tremco #15 EHD (steel only) with Tremco 3”
Min. 22 ga., Type B, Grade Ia F:ers anv combination Min. 0.5-inch DensDeck Prime or Metal Insulation Plate or Tremco #1211 (steel 1per1.6
S-326. | 33 steel or min. 2,500 psi y ¢ .y ! s ) only), Tremco #1410 or Tremco #1510 XHD P , TPOFB-PSFA -60.0
min. 1.5-inch total SECUROCK Gypsum-Fiber Roof Board . K . ft
structural concrete thickness (steel only) with Tremco Disc 3 in. Steel Stress
Plate or Tremco Disc Ribbed 3 in. Steel Stress
Plate
Min. 22 ga., Type B, Grade Min. 1.5-inch Trisotech G, . . . Tremct.) #15 EHD with Tremco 3" Metal
5327 30 steel of min. 2.500 bsi Trisotech CGF or Min. 0.5-inch DensDeck Prime or Insulation Plate, Tremco #1510 XHD Fastener 1per2.0 TPOFB-PSEA 75.0
’ structural concr'et:e P Trisotech SECUROCK Gypsum-Fiber Roof Board with Tremco Disc 3 in. Steel Stress Plate or ft2 ’
Dekfast DF-#15-PH3 with Dekfast PLT-R-3
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TABLE 2G: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED SINGLE-PLY ROOF COVER

NEmoO | etc.e

System 2 Insulation L Top Insulation Layer MIDP
y! ase Insulation Layer
Deck (Note 1) Roof Cover (Note 15)
No. (Note 3, Note 13) Type Fasten (Note 11) HEEL (psf)
(Note 17)
. (Optional) One or more
Min. 22 ga., Type B, Grade I .
. . | 3 bination, . . . T #14 HD F hT 3” Metal 1 1.3
5-328. | 33steel ormin. 2,500 psi | Yo o @NV COMDINAUON, |\ 6 5 inch DensDeck Prime remeo TR RLRS MR per TPOFB-PSFA -82.5
min. 1.5-inch total Insulation Plate ft?
structural concrete .
thickness
. . . . Tremco #15 EHD with Tremco 3” Metal
Min. 22 ga., Type B Grad.e (O.ptlonal) Mm: 1.5-inch Min. 0.5-inch DensDeck Prime or Insulation Plate, Tremco #1510 XHD Fastener 1 per 1.0
S-329. | 80 steel or min. 2,500 psi Trisotech G, Trisotech . . X . ) TPOFB-PSFA -127.5
structural concrete CGE or Trisotech SECUROCK Gypsum-Fiber Roof Board with Tremco Disc 3 in. Steel Stress Plate or ft
Dekfast DF-#15-PH3 with Dekfast PLT-R-3

TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

. Top Insulation Layer Roof Cover (Note 15)
System Base Insulation Layer MDP
Deck (Note 1) Attach £
No. (Note 3, Note 13) Type Fasten (Note 11) Note 17 Base Ply Ply Cap Ply (psf)
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 22 ga., type B, Grade | One or more layers, any Min. 0.25-inch Note 2 or BP-CAS or (Optional) iggis:ggs:g’
S-330. | 40 steel or min. 2,500 psi | combination, min. 1.5-inch - : Dekfast DF-#12-PH3 (steel only) or DF-#14- 1 per 4.0 ft2 BP-CAS or -30.0*
. X DensDeck Prime . SBS-CA5 TPOFB-TLRA (4-
structural concrete total thickness, loose laid PH3 with Dekfast PLT-R-3 SBS-CA5 inch o.c.)
ACE #12 or ACE #15 with ACE 3” BE
. . . Insulation Plate or ACE 3” WW Insulation . TPOFB-PEBATF,
Min. 22 ga., type B, Grade | One or more layers, any Min. 0.25-inch Plate, Dekfast DF-#12-PH3 (steel only) or BP-CAS or (Optional) TPOFB-PSFA or
S-331. | 40 steel or min. 2,500 psi combination, min. 1.5-inch SECUROCK Gypsum- DF-#14-PH3 with Dekfast PLT-R-3, Tremco 1 per 4.0 ft? SBS-CAS BP-CAS or TPOFB-TLRA (4- -30.0*
structural concrete total thickness, loose laid Fiber Roof Board #1211 Fastener (steel only) or Tremco SBS-CA5 inch o.c.)
#1410 Fastener with Tremco Disc 3 in. Steel -
Stress Plate
Min. 0.25-inch
DenDeck, DensDeck
! B-PEB
Min. 22 ga., type B, Grade | One or more layers, any Prime, DEXcell FA BP-CAS or (Optional) I’ggiBjSF:-::r,
S-332. | 40 steel or min. 2,500 psi combination, min. 1.5-inch Glass Mat Roof Board | Note 2 (min. #14 fasteners only) 1 per 2.0 ft? SBS-CAS BP-CAS or TPOFB-TLRA (4- -52.5
structural concrete total thickness, loose laid or SECUROCK SBS-CA5 .
. inch o.c.)
Gypsum-Fiber Roof
Board
Min. 22 ga., type B, Grade | One or more layers, any Min. 0.5-inch BP-CAS or (Optional) xgig;ggsﬁz‘;’
S-333. | 40 steel or min. 2,500 psi combination, min. 1.5-inch Structodek HD with Note 2 (min. #14 fasteners only) 1 per 2.0 ft? SBS-CAS BP-CAS or TPOFB-TLRA (4- -60.0
structural concrete total thickness, loose laid Primed Red Coating SBS-CA5 inch o.c.)
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TABLE 2H: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED MULTI-PLY ROOF COVER

. Top Insulation Layer Roof Cover (Note 15)
System Base Insulation Layer MDP
No St (Note 3, Note 13) T Fasten (Note 11) Attach Base Pl pI Cap PI (psf)
. Note 3, Note 15 N 11
ype asten (Note Note 17 ase Ply y ap Ply
Min. 0.5-inch TPOFB-PEBATF
Min. 22 ga., type B, Grade | One or more layers, any . (Optional) !
A R L. ; . DensDeck Prime or ) BP-CAS5 or TPOFB-PSFA or
S-334. | 33steel or min. 2,500 psi comblnétlon, min. 1.5-|r1ch SECUROCK Gypsum- Note 2 1 per 1.6 ft SBS-CAS BP-CAS or TPOFB-TLRA (4- -60.0
structural concrete total thickness, loose laid . SBS-CA5 .
Fiber Roof Board inch o.c.)
ACE #15 with ACE 3” BE Insulation Plate or
One or more layers, an ﬁfg—iH?/v\\ll\i/thlejalsft:: PPLI'?'EE'—???EES:CBF- (Optional) TPOFB-PEBATF,
Min. 22 ga., type B, Grade - vers, any Min. 0.125-inch . ’ . BP-CAS or P TPOFB-PSFA or
S-335. 30 steel combination, min. 1.5-inch TremBoard AC #1510 XHD Fastener with Tremco Disc 1 per 2.0 ft2 SBS-CAS BP-CAS or TPOFB-TLRA (4- -67.5
total thickness, loose laid Ribbed 3 in. Steel Stress Plate, Tremco #15 SBS-CA5 inch )
EHD Fastener with Tremco 3” Metal inch o.c.
Insulation Plate
One or more layers, an QEE g}?l\lm\;:lﬂ:ngﬁlz:}o:E’Il:tsem'?'::)r:cpola;i:lro (Optional) TPOFB-PEBATF,
Min. 22 ga., type B, Grade T moreayers, any Min. 0.5-inch , "N , BP-CASor | \.F TPOFB-PSFA or
S-336. 80 steel combination, min. 1.5-inch DensDeck Prime XHD Fastener with Tremco Disc Ribbed 3 in. 1 per 2.0 ft? SBS-CAS BP-CAS or TPOFB-TLRA (4- -75.0
total thickness, loose laid Steel Stress Plate or Tremco #15 EHD with SBS-CA5 .
” : inch o.c.)
Tremco 3” Metal Insulation Plate
TPOFB-PEBATF
Min. 22 ea. tvoe B. Grade One or more layers, any Min. 0.5-inch ACE #15 with ACE 3” BE Insulation Plate or BP-CAS or (Optional) TPgFB-PSFA or,
S-337. 80 s.teel ga., ype b, combination, min. 1.5-inch SECUROCK Gypsum- ACE 3” WW Insulation Plate, Tremco #15 1 per 2.0 ft? SBS-CAS BP-CAS or TPOFB-TLRA (4- -75.0
total thickness, loose laid Fiber Roof Board EHD with Tremco 3” Metal Insulation Plate SBS-CA5 inch o.c.)
i . TPOFB-PEBATF,
Min. 22 ga., type B, Grade | One or more layers, any Min. 0.5-inch Dens | Tremco #14 HD Fastener with Tremco 3” gp-casor | (9Pt | ro0en pskA or
S-338. | 33 steel or min. 2,500 psi combination, min. 1.5-inch X X 1 per 1.3 ft2 BP-CA5S or -82.5
. . Deck Prime Metal Insulation Plate SBS-CAS TPOFB-TLRA (4-
structural concrete total thickness, loose laid SBS-CA5 .
inch o.c.)
ACE #15 with ACE 3” BE Insulation Plate or
. ' ACE 3 WW Insulation Plate, Dekfast DF- . TPOFB-PEBATF,
Min. 22 ea. tvoe B, Grade One or more layers, any Min. 0.5-inch #15-PH3 with Dekfast PLT-R-3, Tremco BP-CAS or (Optional) TPOFB-PSFA or
S-339. 80 s'teel ga. lype s, combination, min. 1.5-inch SECUROCK Gypsum- #1510 XHD Fastener with Tremco Disc 1 per 1.0 ft? SBS-CAS BP-CAS5 or TPOFB-TLRA (4- -165.0
total thickness, loose laid Fiber Roof Board Ribbed 3 in. Steel Stress Plate, Tremco #15 SBS-CA5 inch o.c.)
EHD Fastener with Tremco 3” Metal inch o.c.
Insulation Plate
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
TPOFB-HA,
Min. 22 ga., type B, Grade | One or more layers, any Min. 0.25-inch Note 2 or BP-CA6 or (Optional) | TPOFB-PEBATF,
S-340. | 40 steel or min. 2,500 psi combination, min. 1.5-inch Den'sD'eck Prime Dekfast DF-#12-PH3 (steel only) or DF-#14- 1 per 4.0 ft2 SBS-CAG BP-CA6 or | TPOFB-PSFA or -30.0*
structural concrete total thickness, loose laid PH3 with Dekfast PLT-R-3 SBS-CA6 TPOFB-TLRA (4-
inch o.c.)
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AB oR STR RAL CONCR » O R o] \W:{3:{e]e AR-OFF) O OVER
A A A » ATION, BONDED ROOF CO
Top Insulation Layer Roof Cover (Note 15)
System Base Insulation Layer i v MDP
No Deck (Note 1) (Note 3, Note 13) T i Attach Base Pl Pl Cap PI (psf)
. ote ote
3 ype asten (Note 11) Note 17 ase Ply y ap Ply
ACE #12 or ACE #15 with ACE 3” BE
Insulation Plate or ACE 3” WW Insulation TPOFB-HA,
Min. 22 ga., type B, Grade | One or more layers, any Min. 0.25-inch Plate, Dekfast DF-#12-PH3 (steel only) or BP-CAG or (Optional) | TPOFB-PEBATF,
S-341. | 40 steel or min. 2,500 psi combination, min. 1.5-inch SECUROCK Gypsum- DF-#14-PH3 with Dekfast PLT-R-3, Tremco 1 per 4.0 ft? SBS-CAG BP-CA6 or | TPOFB-PSFA or -30.0*
structural concrete total thickness, loose laid Fiber Roof Board #1211 Fastener (steel only) or Tremco SBS-CA6 TPOFB-TLRA (4-
#1410 Fastener with Tremco Disc 3 in. Steel inch o.c.)
Stress Plate
) ) TPOFB-HA,
Min. 22 ga., type B, Grade | One or more layers, any g;:;gfgllnlfrr;me or BP-CAG or (Optional) | TPOFB-PEBATF,
S-342. | 33 steel or min. 2,500 psi combination, min. 1.5-inch SECUROCK Gvbsum- Note 2 1 per 1.6 ft? SBS-CAG BP-CA6 or | TPOFB-PSFA or -60.0
structural concrete total thickness, loose laid ' vp SBS-CA6 TPOFB-TLRA (4-
Fiber Roof Board .
inch o.c.)
ACE #15 with ACE 3” BE Insulation Plate or
ACE 3” WW Insulation Plate, Dekfast DF- TPOFB-HA,
. One or more layers, any . . #15-PH3 with Dekfast PLT-R-3, Tremco (Optional) | TPOFB-PEBATF,
S-343. g/g:'t:ezl ga. type B, Grade combination, min. 1.5-inch ﬁ;nmg::rsd':éh #1510 XHD Fastener with Tremco Disc 1 per 2.0 ft? g;’;:?:;r BP-CA6 or | TPOFB-PSFA or -67.5
total thickness, loose laid Ribbed 3 in. Steel Stress Plate or Tremco SBS-CA6 TPOFB-TLRA (4-
#15 EHD with Tremco 3” Metal Insulation inch o.c.)
Plate
ACE #15 with ACE 3” BE Insulation Plate or TPOFB-HA,
. One or more layers, any ¢ X ACE 3” WW Insulation Plate, Tremco #1510 (Optional) | TPOFB-PEBATF,
S-344. g/IO”;.tezezl ga. type B, Grade combination, min. 1.5-inch gel:.sgfclln;:me XHD Fastener with Tremco Disc Ribbed 3 in. 1 per 2.0 ft2 Egs(_:?:sor BP-CA6 or | TPOFB-PSFA or -75.0
total thickness, loose laid Steel Stress Plate or Tremco #15 EHD with SBS-CA6 TPOFB-TLRA (4-
Tremco 3” Metal Insulation Plate inch o.c.)
TPOFB-HA,
. One or more layers, any Min. 0.5-inch ACE #15 with ACE 3” BE Insulation Plate or (Optional) | TPOFB-PEBATF,
5-345. g/(')”;'tezjl ga, type B, Grade | 1 ination, min. 1.5-inch | SECUROCK Gypsum- | ACE 3" WW Insulation Plate, Tremco #15 1 per 2.0 ft2 sg s??:sor BP-CA6or | TPOFB-PSFAor | -75.0
total thickness, loose laid Fiber Roof Board EHD with Tremco 3” Metal Insulation Plate SBS-CA6 TPOFB-TLRA (4-
inch o.c.)
Min. 22 ga., type B, Grade | One or more layers, an in- 0.5-inch (Optional) I’ggig:EEAéATF
o2 gay VRe T, ) ymore Tggrs: any DensDeck Prime or Tremco #14 HD Fastener with Tremco 3” , | BP-CA6or P ’
S-346. | 33 steel or min. 2,500 psi combination, min. 1.5-inch SECUROCK Gybsum- Metal Insulation Plate 1per1.3ft SBS-CAG BP-CA6 or | TPOFB-PSFA or -97.5
structural concrete total thickness, loose laid | yp SBS-CA6 TPOFB-TLRA (4-
Fiber Roof Board .
inch o.c.)
HOT-ASPHALT OR THERMASTIC APPLIED BASE PLY:
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NEmoO | etc.e

AB oR STR RAL CONCR » 0 R ON, REROO AR-OFF) orR RECOVER
p A A ATTA » ATION, BONDED PLY ROOF COVER
Top Insulation Layer Roof Cover (Note 15)
System Base Insulation Layer i v MDP
No St (Note 3, Note 13) T Fasten (Note 11) Attach Base Pl pI Cap PI (psf)
5 ote ote N 11
ype asten (Note Note 17 ase Ply y ap Ply
TPOFB-HA,
Min. 22 ga., type B, Grade | One or more layers, any . . Note 2 or (Optional) !
S-347. | 40 steel or min. 2,500 psi combination, min. 1.5-inch Min. 0.25 m(fh Dekfast DF-#12-PH3 (steel only) or DF-#14- 1 per 4.0 ft? . Al BP-AA or TPOFB-PSFA or -30.0%
. . DensDeck Prime ; SBS-AA TPOFB-TLRA (4-
structural concrete total thickness, loose laid PH3 with Dekfast PLT-R-3 SBS-AA inch o.c.)
ACE #12 or ACE #15 with ACE 3” BE
Insulation Plate or ACE 3” WW Insulation TPOFB-HA
Min. 22 ga., type B, Grade | One or more layers, any Min. 0.25-inch Plate, Dekfast DF-#12-PH3 (steel only) or BP-AA or (Optional) TPOFB-PSF’A or
S-348. | 40 steel or min. 2,500 psi combination, min. 1.5-inch SECUROCK Gypsum- DF-#14-PH3 with Dekfast PLT-R-3, Tremco 1 per 4.0 ft2 SBS-AA BP-AA or TPOFB-TLRA (4- -30.0%
structural concrete total thickness, loose laid Fiber Roof Board #1211 Fastener (steel only) or Tremco SBS-AA inch o.c.)
#1410 Fastener with Tremco Disc 3 in. Steel o
Stress Plate
. . . . . . . TPOFB-HA,
Min. 22 ga., Type B, Grade (Optional) One or more Min. 0.25-inch Note 2 (Tremco Disc Ribbed 3 in. Steel Stress BP-AA or (Optional) TPOFB-PSFA or
S-349. | 33 steel or min. 2,500 psi P L SECUROCK Gypsum- Plate or Tremco 3” Metal Insulation Plate 1 per 4.0 ft? BP-AA or -30.0*
layers, any combination X SBS-AA TPOFB-TLRA (4-
structural concrete Fiber Roof Board only) SBS-AA .
inch o.c.)
ACE #12 or ACE #15 with ACE 3” BE
Insulation Plate or ACE 3” WW Insulation TPOEB-HA
Min. 22 ga., type B, Gradg One o.r mf)re Iaygrs, any Min. 0.125-inch Plate, Tremco #1211 Faste'ner (steel on.Iy) or BP-AA or (Optional) TPOFB-PSFA or
S-350. | 40 steel or min. 2,500 psi combination, min. 1.5-inch TremBoard AC Tremco #1410 Fastener with Tremco Disc 3 1 per 4.0 ft2 SBS-AA BP-AA or TPOFB-TLRA (4- -30.0*
structural concrete total thickness, loose laid in. Steel Stress Plate or Tremco #12 DP SBS-AA inch o.c.)
(steel only) or Tremco #14 HD with Tremco o
3” Metal Insulation Plate
) ) : o . _ TPOFB-HA,
Min. 22 ga., Type B, Grade (Optional) One or more Min. 0.375-inch Note 2 (Tremco Disc Ribbed 3 in. Steel Stress BP-AA or (Optional) TPOFB-PSFA or
S-351. | 33 steel or min. 2,500 psi P L SECUROCK Gypsum- Plate or Tremco 3” Metal Insulation Plate 1 per 4.0 ft2 BP-AA or -45.0*
layers, any combination . SBS-AA TPOFB-TLRA (4-
structural concrete Fiber Roof Board only) SBS-AA .
inch o.c.)
. . . - . ) TPOFB-HA,
Min. 22 ga., Type B, Grade (Optional) One or more Min. 0.25-inch Note 2 (Tremco Disc Ribbed 3 in. Steel Stress BP-AA or (Optional) TPOEB-PSEA or
S-352. | 33 steel or min. 2,500 psi P L SECUROCK Gypsum- Plate or Tremco 3” Metal Insulation Plate 1 per 3.2 ft2 BP-AA or -45.0*
layers, any combination . SBS-AA TPOFB-TLRA (4-
structural concrete Fiber Roof Board only) SBS-AA .
inch o.c.)
Min. 0.25-inch
. De.nDeck, DensDeck ' TPOFB-HA,
Min. 22 ga., type B, Grade | One or more layers, any Prime, DEXcell FA BP-AA or (Optional) TPOEB-PSEA or
S-353. | 40 steel or min. 2,500 psi combination, min. 1.5-inch Glass Mat Roof Board | Note 2 (min. #14 fasteners only) 1 per 2.0 ft? BP-AA or -52.5
. . E— SBS-AA TPOFB-TLRA (4-
structural concrete total thickness, loose laid or SECUROCK SBS-AA .
. inch o.c.)
Gypsum-Fiber Roof
Board
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NEmoO | etc.e

AB oR STR RAL CONCR » O R ON, REROO AR-OFF) O OVER
p A A A » ATION, BONDED ROOF CO
Top Insulation Layer Roof Cover (Note 15)
System Base Insulation Layer i v MDP
No Deck (Note 1) (Note 3, Note 13) T i Attach Base Pl Pl Cap PI (psf)
5 ote ote N 11
3 ype asten (Note 11) Note 17 ase Ply y ap Ply
. . . . . . . TPOFB-HA,
Min. 22 ga., Type B, Grade (Optional) One or more Min. 0.25-inch Note 2 (Tremco Disc Ribbed 3 in. Steel Stress BP-AA or (Optional) TPOFB-PSFA or
S-354. | 33 steel or min. 2,500 psi P L SECUROCK Gypsum- Plate or Tremco 3” Metal Insulation Plate 1 per 1.6 ft? BP-AA or -52.5
layers, any combination X SBS-AA TPOFB-TLRA (4-
structural concrete Fiber Roof Board only) SBS-AA .
inch o.c.)
Min. 0.5-inch TPOFB-HA,
Min. 22 ga., type B, Grade | One or more layers, any . (Optional) !
) R _— R K DensDeck Prime or ) BP-AA or TPOFB-PSFA or
S-355. | 33 steel or min. 2,500 psi combln?tlon, min. 1.5—|r1ch SECUROCK Gypsum- Note 2 1 per 1.6 ft SBS-AA BP-AA or TPOFB-TLRA (4- -60.0
structural concrete total thickness, loose laid X SBS-AA .
Fiber Roof Board inch o.c.)
. . . . ., . . TPOFB-HA,
Min. 22 ga., Type B, Grade (Optional) One or more Min. 0.375-inch Note 2 (Tremco Disc Ribbed 3 in. Steel Stress BP-AA or (Optional) TPOFB-PSFA or
S-356. | 33 steel or min. 2,500 psi P L SECUROCK Gypsum- Plate or Tremco 3” Metal Insulation Plate 1 per 1.3 ft? BP-AA or -60.0
layers, any combination . SBS-AA TPOFB-TLRA (4-
structural concrete Fiber Roof Board only) SBS-AA .
inch o.c.)
ACE #15 with ACE 3” BE Insulation Plate or
ACE 3” WW Insulation Plate, Dekfast DF- TPOEB-HA
Min. 22 ga., type B, Grade | ON€ OF more layers, any Min. 0.125-inch Whs.r 1>t DSt PLIZRS, Tremco Bp-aaor | (OPtONa) | ro s boka or
S-357. 30 steel combination, min. 1.5-inch TremBoard AC #1510 XHD Fastener with Tremco Disc 1 per 2.0 ft2 SBS-AA BP-AA or TPOFB-TLRA (4- -67.5
total thickness, loose laid Ribbed 3 in. Steel Stress Plate or Tremco SBS-AA inch o.c.)
#15 EHD with Tremco 3” Metal Insulation o
Plate
ACE #15 with ACE 3” BE Insulation Plate or TPOFB-HA
Min. 22 ga., type B, Grade One qr mgre Iay.ers, any Min. 0.5-inch ACE 3" WW Insu.latlon Plate, Tremco #15%0 BP-AA or (Optional) TPOFB-PSFA or
S-358. 30 steel combination, min. 1.5-inch DensDeck Prime XHD Fastener with Tremco Disc Ribbed 3 in. 1 per 2.0 ft2 SBS-AA BP-AA or TPOFB-TLRA (4- -75.0
total thickness, loose laid Steel Stress Plate or Tremco #15 EHD with SBS-AA .
" . inch o.c.)
Tremco 3” Metal Insulation Plate
One or more layers, any Min. 0.5-inch ACE #15 with ACE 3” BE Insulation Plate or (Optional) TPOFB-HA,
5-359. g/(')”;'tezjl g2, type B, Grade | - hination, min. 1.5-inch | SECUROCK Gypsum- | ACE 3" WW Insulation Plate, Tremco #15 1per 2.0t sg_fAAAm BP-AAOr | TPOT T &r -75.0
total thickness, loose laid Fiber Roof Board EHD with Tremco 3” Metal Insulation Plate SBS-AA inch o.c.)
TPOFB-HA,
Min. 22 ga., type B, Grade . . . Min. 0.5-inch (Optional) .
.2 - B-
5-360. | 33 steel or min. 2,500 psi | MM 2-inchrisotechGor | op - ypnck Gypsum- | Note 2 (#14 only) 1per1.0fe | BPAAOT | pp anor | TPOFB-PSFACr ) 4
Trisotech G \ SBS-AA TPOFB-TLRA (4-
structural concrete Fiber Roof Board SBS-AA .
inch o.c.)
. . TPOFB-HA,
5361 ?'Y_l,”;'t:ezl iar';:;peZBSIO%ragie S;:\;:;g: I:"yiirsi asrji\:mh Min. 0.5-inch Tremco #14 HD Fastener with Tremco 3” 1per13fe BP-AA or fSOPr_);l:r;T) TPOFB-PSFA or 1125
’ T P . < A DensDeck Prime Metal Insulation Plate per % SBS-AA TPOFB-TLRA (4- ’
structural concrete total thickness, loose laid SBS-AA inch o.c.)
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AB 0 R RAL CONCR » 0 R ON, REROO AR-OFF) O OVER
A A A » ATION, BONDED ROOF CO
Top Insulation Layer Roof Cover (Note 15)
System Base Insulation Layer i v MDP
No St (Note 3, Note 13) T Fasten (Note 11) Attach Base Pl pI Cap PI (psf)
5 ote ote N 11
ype asten (Note Note 17 ase Ply y ap Ply
. . TPOFB-HA,
< 362 2"3';:; i?-';;it]pez%o%ragf S;;;L;f:s ':’iirsi ‘;”I‘:] ¢ | Min.0.5-inch Tremco #14 HD Fastener with Tremco 3” Loeriofe | BPAAOr g’:z:il) TPOFB-PSFAOr |
’ &0 ) Lo DensDeck Prime Metal Insulation Plate per % SBS-AA TPOFB-TLRA (4- ’
structural concrete total thickness, loose laid SBS-AA .
inch o.c.)
TPOFB-HA,
Min. 22 ga., type B, Grade | One or more layers, any Min. 0.5-inch . ” (Optional) '
5-363. | 33 steel or min. 2,500 psi | combination, min. 1.5-inch | SECUROCK Gypsum- | | emco #14 HD Fastener with Tremco 3 1per13fe | BPAAOT | gp apor | TPOFBPSFACT ) oy g
. . X Metal Insulation Plate SBS-AA TPOFB-TLRA (4-
structural concrete total thickness, loose laid Fiber Roof Board SBS-AA inch o.c.)
TPOFB-HA,
Min. 22 ga., type B, Grade | One or more layers, any Min. 0.5-inch . (Optional) ’
. . N . . T #14 HD F hT "’ BP-AA TPOFB-PSFA
5-364. | 33 steel or min. 2,500 psi | combination, min. 1.5-inch | SECUROCK Gypsum- | 1ee Bt O Eos enerwith Tremee S Lper10ftr | GO | BPAor | o | 1725
structural concrete total thickness, loose laid Fiber Roof Board SBS-AA inch o.c.)
TORCH-APPLIED BASE PLY:
TPOFB-HA,
Min. 22 ga. B | Note 2 or TPOFB-PEBATF
in ga., type 3 Gradg One qr mgre ay.ers, any Min. 0.25-inch Note 2 , (Optional) (0] 3 i}
S-365. | 40 steel or min. 2,500 psi combination, min. 1.5-inch . Dekfast DF-#12-PH3 (steel only) or DF-#14- 1 per 4.0 ft SBS-TA TPOFB-PSFA or -30.0
. . DensDeck Prime . SBS-TA
structural concrete total thickness, loose laid PH3 with Dekfast PLT-R-3 TPOFB-TLRA (4-
inch o.c.)
ACE #12 or ACE #15 with ACE 3” BE
Insulation Plate or ACE 3” WW Insulation TPOFB-HA,
Min. 22 ga., type B, Grade | One or more layers, any Min. 0.25-inch Plate, Dekfast DF-#12-PH3 (steel only) or (Optional) TPOFB-PEBATF,
S-366. | 40 steel or min. 2,500 psi combination, min. 1.5-inch SECUROCK Gypsum- DF-#14-PH3 with Dekfast PLT-R-3, Tremco 1per4.0ft? | SBS-TA SBg—TA TPOFB-PSFA or -30.0*
structural concrete total thickness, loose laid Fiber Roof Board #1211 Fastener (steel only) or Tremco TPOFB-TLRA (4-
#1410 Fastener with Tremco Disc 3 in. Steel inch o.c.)
Stress Plate
. ” . TPOFB-HA,
Min. 22 ga., type B, Grade | One or more layers, any Min. 0.5-inch QEE g}?,vvwﬁ]néﬁézofill:;m?_:f;;la;::r (Optional) TPOFB-PEBATF,
S-367. | 40 steel or min. 2,500 psi combination, min. 1.5-inch SECUROCK Gypsum- . M 1perd.0ft2 | SBS-TA P TPOFB-PSFA or -30.0*
. . . HD Fastener with Tremco 3” Metal SBS-TA
structural concrete total thickness, loose laid Fiber Roof Board . TPOFB-TLRA (4-
Insulation Plate .
inch o.c.)
. ” . TPOFB-HA,
Min. 22 ga., type B, Grade | One or more layers, any Min. 0.5-inch QEE g};/th:n/:ﬁgzo:i:;tlu'_?::);ga;;or (Optional) TPOFB-PEBATF,
S-368. | 40 steel or min. 2,500 psi combination, min. 1.5-inch SECUROCK Gypsum- . M 1per3.2ft2 | SBS-TA P TPOFB-PSFA or -45.0*
. . . HD Fastener with Tremco 3” Metal SBS-TA
structural concrete total thickness, loose laid Fiber Roof Board . TPOFB-TLRA (4-
Insulation Plate inch o.c.)
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AB oR STR RAL CONCR » 0 R ON, REROO AR-OFF) O OVER
p A A A » ATION, BONDED ROOF CO
Top Insulation Layer Roof Cover (Note 15)
System Base Insulation Layer i v MDP
No St (Note 3, Note 13) T Fasten (Note 11) Attach Base Pl pI Cap PI (psf)
. Note 3, Note 15 N 11
ype asten (Note Note 17 ase Ply y ap Ply
TPOFB-HA,
ACE #15 with ACE 3” BE | lation Plat ’
Min. 22 ga., type B, Grade | One or more layers, any Min. 0.25-inch ACE 3 WV\VI:/ Insulation Pl:tseu 'T'r:’r:coa#;or (Optional) TPOFB-PEBATF,
S-369. | 40 steel or min. 2,500 psi combination, min. 1.5-inch SECUROCK Gypsum- HD Fastener with Tremco 3,f Metal 1per2.0ft? | SBS-TA SBg—TA TPOFB-PSFA or -45.0*
structural concrete total thickness, loose laid Fiber Roof Board ) TPOFB-TLRA (4-
Insulation Plate .
inch o.c.)
. . TPOFB-HA,
Min. 22 ga., type B, Grade | One or more layers, any g/l;:.sg.esc_lln::me or (Optional) TPOFB-PEBATF,
S-370. | 33 steel or min. 2,500 psi combination, min. 1.5-inch Note 2 1per1.6ft?> | SBS-TA P TPOFB-PSFA or -60.0
. . SECUROCK Gypsum- E— SBS-TA
structural concrete total thickness, loose laid X TPOFB-TLRA (4-
Fiber Roof Board .
inch o.c.)
: ” ) TPOFB-HA,
Min. 22 ga., type B, Grade | One or more layers, any Min. 0.25-inch QEE g}?l\lm\ll:lﬂ:ngﬁlz;o:E’Il:tsem'?'lt':)r:cpola#:;or (Optional) TPOFB-PEBATF,
S-371. | 40 steel or min. 2,500 psi combination, min. 1.5-inch SECUROCK Gypsum- ! 1per1.8ft2 | SBS-TA " TPOFB-PSFA or -60.0
X . . HD Fastener or Tremco #15 EHD Fastener SBS-TA
structural concrete total thickness, loose laid Fiber Roof Board . b, . TPOFB-TLRA (4-
with Tremco 3” Metal Insulation Plate )
inch o.c.)
. v ) TPOFB-HA,
Min. 22 ga., type B, Grade Min. 0.5-inch QEE gliv"w?n/:ﬁi zo:i:ar';”ﬁ:z:cﬂaﬁ 4°r (Optional) | TPOFB-PEBATF,
S-372. | 40 steel or min. 2,500 psi None SECUROCK Gypsum- HD Fastener with Tremco 3,f Metal 1per1.3ft? | SBS-TA SBg TA TPOFB-PSFA or -67.5
structural concrete Fiber Roof Board . TPOFB-TLRA (4-
Insulation Plate .
inch o.c.)
) " ) TPOFB-HA,
Min. 22 ga., type B, Grade | One or more layers, any Min. 0.25-inch ﬁgg g’}?lvvwrllnéﬁgzo:illantSeUI'T'::r:cha#:ilor (Optional) TPOFB-PEBATF,
S-373. | 40 steel or min. 2,500 psi combination, min. 1.5-inch SECUROCK Gypsum- HD Fastener with Tremco 3,f Metal 1per1.3ft? | SBS-TA SBg TA TPOFB-PSFA or -75.0
structural concrete total thickness, loose laid Fiber Roof Board . TPOFB-TLRA (4-
Insulation Plate )
inch o.c.)
ACE #15 with ACE 3” BE Insulation Plate or TPOFB-HA,
. One or more layers, any 3 . ACE 3” WW Insulation Plate, Tremco #1510 . TPOFB-PEBATEF,
.22 ga. B . . 0.5- . . . .
S-374. g/IOIr;teeIga  type B, Grade combination, min. 1.5-inch gel:sg:cllnlfnme XHD Fastener with Tremco Disc Ribbed 3 in. 1per2.0ft? | SBS-TA g?—}?al) TPOFB-PSFA or -75.0
total thickness, loose laid Steel Stress Plate or Tremco #15 EHD with TPOFB-TLRA (4-
Tremco 3” Metal Insulation Plate inch o.c.)
TPOFB-HA,
Min. 22 ga.. tvoe B. Grade One or more layers, any Min. 0.5-inch ACE #15 with ACE 3” BE Insulation Plate or (Optional) TPOFB-PEBATF,
S-375. 80 s'teel ga., type b, combination, min. 1.5-inch SECUROCK Gypsum- ACE 3” WW Insulation Plate, Tremco #15 1per2.0ft? | SBS-TA SBZ—TA TPOFB-PSFA or -75.0
total thickness, loose laid Fiber Roof Board EHD with Tremco 3” Metal Insulation Plate TPOFB-TLRA (4-
inch o.c.)
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AB oR STR RAL CONCR » O R ROO AR-OFF) O OVER
A A A » ATION, BO ROOF CO
Top Insulation Layer Roof Cover (Note 15)
System Base Insulation Layer i v MDP
No Sl (Note 3, Note 13) T Fasten (Note 11) Attach Base PI pI Cap Pl (psf)
. Note 3, Note 15 N 11
ype asten (Note Note 17 ase Ply y ap Ply
TPOFB-HA,
Min. 22 ga., type B, Grade | One or more layers, any R . . ) TPOFB-PEBATEF,
) . [ . . Min. 0.5-inch T #14 HD F hT 4 |
$-376. | 33 steel or min. 2,500 psi | combination, min. 1.5-inch Dé:sg :‘d'("lfrime Mrzglcfnsulaﬁon sls:;”e' with Tremco 3 1per1.3ft2 | SBS-TA (S%ET'TT"" )| TPoFB-PSFAGr | -1125
structural concrete total thickness, loose laid TPOFB-TLRA (4-
inch o.c.)
TPOFB-HA,
Min. 22 ga., type B, Grade | One or more layers, any . . . ” . TPOFB-PEBATF,
5-377. | 33 steel or min. 2,500 psi | combination, min. 1.5-inch | M- 0-5-inch Tremeo #14 HD Fastener Wiggremcod 1per1.0ft2 | SBS-TA (Optional) | 1o0ep psraor | -157.5
. . DensDeck Prime Metal Insulation Plate SBS-TA
structural concrete total thickness, loose laid TPOFB-TLRA (4-
inch o.c.)
TPOFB-HA,
Min. 22 ga., type B, Grade | One or more layers, any Min. 0.5-inch X ” . TPOFB-PEBATF,
$-378. | 33 steel or min. 2,500 psi | combination, min. 1.5-inch | SECUROCK Gypsum- TMnglc:’nziz:Enst;fe”er /trgmeo 3 1per1.3f2 | SBS-TA (S(;gt'T"A"a') TPOFB-PSFAor | -157.5
structural concrete total thickness, loose laid Fiber Roof Board TPOFB-TLRA (4-
inch o.c.)
TPOFB-HA,
Min. 22 ga., type B, Grade | One or more layers, any Min. 0.5-inch . ” . TPOFB-PEBATF,
S-379. | 33 steel or min. 2,500 psi combination, min. 1.5-inch SECUROCK Gypsum- Uzglcfnglljé:g:sls:;ner with Tremco 3 1perl1.0ft2 | SBS-TA (sCégt_eral) TPOFB-PSFA or -172.5
structural concrete total thickness, loose laid Fiber Roof Board TPOFB-TLRA (4-
inch o.c.)
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TABLE 21: STEEL orR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER

NEmoO | etc.e

System Deck . Attachment MDP
Insulation (Note 3, Note 13) Roof Cover .
No. (Note 1) E— Fasteners (Note 11) Density (psf)
Min. 22 ga., type One or more layers, any Dekfast DF-#15-PH3 with SFS isoweld® F1-P- . . TremPly TPO induction welded using SFS isoweld®
5-380. B, Grade 40 steel combination, min. 1.5-inch 6.8-TPO Plates 12-inch o.c. in rowgaft o.c. 3000 tool. 375
Min. 22 ga., type One or more layers, any Dekfast DF-#12-PH3 or DF-#15-PH3 with . R TremPly TPO induction welded using SFS isoweld®
>38L | B Grade 80steel | combination, min. 1.5-inch SFS isoweld® F1-P-6.8-TPO Plates 12-Inch o.c. In roViQeft 0.5 3000 tool. 37:5
Min. 2,500 psi (Optional) One or more layers, Dekfast DF-#14-PH3 or DF-#15-PH3 with . . TremPly TPO induction welded using SFS isoweld®
5-382. structural concrete | any combination, min. 1.5-inch SFS isoweld® F1-P-6.8-TPO Plates 1Z-inch o.c. Tgoweht O 3000 tool. 375
5383 Min. 22 ga., type One or more layers, any Dekfast DF-#15-PH3 with SFS isoweld® F1-P- 6 ft? per fastener TremPly TPO induction welded using SFS isoweld® -45.0
' B, Grade 40 steel combination, min. 1.5-inch 6.8-TPO Plates 2x3-ft grid 3000 tool. ’
5384 Min. 22 ga., type One or more layers, any Dekfast DF-#12-PH3 or DF-#15-PH3 with 6 ft? per fastener TremPly TPO induction welded using SFS isoweld® -45.0
' B, Grade 80 steel combination, min. 1.5-inch SFS isoweld® F1-P-6.8-TPO Plates 2x3-ft grid, staggered 3000 tool. ’
385 Min. 2,500 psi (Optional) One or more layers, Dekfast DF-#14-PH3 or DF-#15-PH3 with 6 ft? per fastener TremPly TPO induction welded using SFS isoweld® -45.0
' structural concrete | any combination, min. 1.5-inch SFS isoweld® F1-P-6.8-TPO Plates 2x3-ft grid, staggered 3000 tool. ’
: One or more layers, any : . . ) : .
Min. 20 ga., type - . R Dekfast DF-#15-PH3 with SFS isoweld® F1-P- . . TremPly TPO induction welded using SFS isoweld®
5-386. N, Grade 40 steel com'blr.matlc'm, min. 2-inch, 6.8-TPO Plates 8ch o.c.inrows 6 fro.c. 3000 tool. 525
preliminarily attach
<387 Min. 22 ga., type One or more layers, any Dekfast DF-#15-PH3 with SFS isoweld® F1-P- 4 ft? per fastener TremPly TPO induction welded using SFS isoweld® -60.0
' B, Grade 40 steel combination, min. 1.5-inch 6.8-TPO Plates 2x2-ft grid, staggered 3000 tool. ’
<388 Min. 22 ga., type One or more layers, any Dekfast DF-#12-PH3 or DF-#15-PH3 with 4 ft2 per fastener TremPly TPO induction welded using SFS isoweld® -60.0
' B, Grade 80 steel combination, min. 1.5-inch SFS isoweld® F1-P-6.8-TPO Plates 2x2-ft grid, staggered 3000 tool. )
<389 Min. 2,500 psi (Optional) One or more layers, Dekfast DF-#14-PH3 or DF-#15-PH3 with 4 ft2 per fastener TremPly TPO induction welded using SFS isoweld® -60.0
' structural concrete | any combination, min. 1.5-inch | SFSisoweld® F1-P-6.8-TPO Plates 2x2-ft grid, staggered 3000 tool. )
390 Min. 22 ga., type One or more layers, any Dekfast DF-#15-PH3 with SFS isoweld® F1-P- 3 ft2 per fastener TremPly TPO induction welded using SFS isoweld® 825
' B, Grade 40 steel combination, min. 1.5-inch 6.8-TPO Plates 1.5x2-ft grid, staggered 3000 tool. ’
o1 Min. 22 ga., type One or more layers, any Dekfast DF-#12-PH3 or DF-#15-PH3 with 3 ft2 per fastener TremPly TPO induction welded using SFS isoweld® 825
' B, Grade 80 steel combination, min. 1.5-inch SFS isoweld® F1-P-6.8-TPO Plates 1.5x2-ft grid, staggered 3000 tool. ’
59> Min. 2,500 psi (Optional) One or more layers, Dekfast DF-#14-PH3 or DF-#15-PH3 with 3 ft2 per fastener TremPly TPO induction welded using SFS isoweld® 825
' structural concrete | any combination, min. 1.5-inch SFS isoweld® F1-P-6.8-TPO Plates 1.5x2-ft grid, staggered 3000 tool. ’
o303 | Min-22ga, type ?0":];:1;:’;‘: '%irz_‘?:z’h Dekfast DF-#15-PH3 with SFS isoweld® F1-P- binch o.c. in rows 6 ft o.c TremPly TPO induction welded using SFS isoweld® | o
' B, Grade 80 steel N ’ ! 6.8-TPO Plates e e 3000 tool. '
preliminarily attach
Min. 22 ga., type One or more layers, any Dekfast DF-#15-PH3 with SFS isoweld® F1-P- . . TremPly TPO induction welded using SFS isoweld®
S-394. - .C. .C. -90.
B, Grade 40 steel | combination, min. 1.5-inch 6.8-TPO Plates S-inch o.c.inrows 3 ft o.c 3000 tool. 200
Min. 22 ga., type One or more layers, any Dekfast DF-#12-PH3 or DF-#15-PH3 with . . TremPly TPO induction welded using SFS isoweld®
5-395. B, Grade 80 steel combination, min. 1.5-inch SFS isoweld® F1-P-6.8-TPO Plates 6-inch o.c.in rows 5 fto.c. 3000 tool. 90.0
Min. 2,500 psi (Optional) One or more layers, Dekfast DF-#14-PH3 or DF-#15-PH3 with . . TremPly TPO induction welded using SFS isoweld®
S-396. - .C. .C. -90.
structural concrete | any combination, min. 1.5-inch SFS isoweld® F1-P-6.8-TPO Plates 6-inch o.c.in rows 5 ft o.c 3000 tool. 900
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TABLE 2): STEEL or STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE D-1: MECHANICALLY ATTACHED ROOF COVER

System Deck Insulation (Note 3, Note 13) Roof Cover MDP
No. (Note 1) Type I Attach Membrane Fasteners (Note 11) | Attachment (psf)
TREMPLY TPO:
5397 Min. 22 ga., type B, Grade One or more layers, any Prelim. TremPly Tremco #15 EHD with Tremco 2.4” Barbed Seam 18-inch o.c. within 6-inch wide laps spaced 54- 300
: 80 steel combination, min. 1-inch attach TPO Plates inch o.c. and sealed with a 1.5-inch heat weld. '
5398 Min. 22 ga., type B, Grade One or more layers, any Prelim. TremPly Tremco #15 EHD with Tremco 2.4” Barbed Seam 12-inch o.c. within 6-inch wide laps spaced 114- 30,0
’ 33 steel combination, min. 1.5-inch attach TPO Plates inch o.c. and sealed with a 1.5-inch heat weld. ’
5399 Min. 22 ga., type B, Grade One or more layers, any Prelim. TremPly Tremco #15 EHD with Tremco 2.4” Barbed Seam 12-inch o.c. within 5-inch wide laps spaced 115- 375
’ 80 steel combination, min. 1.5-inch attach TPO Plates inch o.c. and sealed with a 1.5-inch heat weld. ’
$-400 Min. 22 ga., type B, Grade One or more layers, any Prelim. TremPly Tremco #15 EHD with Tremco 2.4” Barbed Seam 12-inch o.c. within 6-inch wide laps spaced 54- 450
' 33 steel combination, min. 1-inch attach TPO Plates inch o.c. and sealed with a 1.5-inch heat weld. :
S-401 Min. 22 ga., type B, Grade One or more layers, any Prelim. TremPly Tremco #15 EHD with Tremco 2.4” Barbed Seam 6-inch o.c. within 5-inch wide laps spaced 114.5- 450
: 80 steel combination, min. 1.5-inch attach TPO Plates inch o.c. and sealed with a 1.75-inch heat weld. :
5402 Min. 22 ga., type B, Grade One or more layers, any Prelim. TremPly Tremco #15 EHD with Tremco 2.4” Barbed Seam 6-inch o.c. within 6-inch wide laps spaced 114- 525
’ 33 steel combination, min. 1-inch attach TPO Plates inch o.c. and sealed with a 1.5-inch heat weld. ’
5403 Min. 2,500 psi structural One or more layers, any Prelim. TremPly Tremco #14 HD with Tremco 2.4” Barbed Seam 6-inch o.c. within 6-inch wide laps spaced 114- 525
' concrete combination, min. 1-inch attach TPO Plates inch o.c. and sealed with a 1.5-inch heat weld. '
5404 Min. 22 ga., type B, Grade One or more layers, any Prelim. TremPly Tremco #15 EHD with Tremco 2.4” Barbed Seam 6-inch o.c. within 5-inch wide laps spaced 115- 525
' 80 steel combination, min. 1.5-inch attach TPO Plates inch o.c. and sealed with a 1.5-inch heat weld. '
S-405 Min. 22 ga., type B, Grade One or more layers, any Prelim. TremPly Tremco #15 EHD with Tremco 2.4” Barbed Seam 6-inch o.c. within 6-inch wide laps spaced 54-inch 60.0
: 33 steel combination, min. 1.5-inch attach TPO Plates o.c. and sealed with a 1.5-inch heat weld. '
TREMPLY TPO FB:
Min. 22 ga., type B, Grade One or more lavers. an prelim TremPl Tremco #15 EHD (steel only) or Tremco #14 HD 6-inch o.c. within min. 6-inch wide laps spaced
S-406. 33 steel or min. 2,500 psi L y 4 y . v (concrete only) with Tremco 2.4” Barbed Seam 114-inch o.c. and sealed with a 1.625-inch heat -45.0
combination, min. 1.5-inch attach TPO FB
structural concrete Plates weld.
5407 Min. 22 ga., type B, Grade Min. 200 psi, min. 2-inch, Prelim. TremPly Tremco #15 EHD with Tremco 2.4” Barbed Seam 12-inch o.c. within 6-inch wide laps spaced 54- 45.0
’ 33 steel cellular lightweight concrete | attach TPO FB Plates inch o.c. and sealed with a 1.5-inch heat weld. ’
Min. 22 ga., type B, Grade One or more lavers. an prelim Trempl Tremco #15 EHD (steel only) or Tremco #14 HD 6-inch o.c. within min. 6-inch wide laps spaced
S-408. 33 steel or min. 2,500 psi L y 4 y ’ v (concrete only) with Tremco 2.4” Barbed Seam 112.5-inch o.c. and sealed with a 1.625-inch heat -60.0
combination, min. 1.5-inch attach TPOFB
structural concrete Plates weld.
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED SINGLE-PLY ROOF COVER

REFER TO NOTE 16C FOR VAPOR BARRIER OPTIONS

Base Insulation Layer

Top Insulation er

NEmoO | etc.e

System Deck MDP
Roof Cover (Note 15
No. (Note 1) Type Attach Type Attach ( ) (osf)
(Note 6,7,8) (Note 6,7,8)
TREMPLY TPO / TREMPLY BONDING ADHESIVE OR TREMPLY TPO BONDING ADHESIVE LV3
hot asphalt
. . hot asphalt or . . . . \
Min. 2,500 psi . . . . . (Optional) Min. 0.25-inch DensDeck Prime or min. or
C-1. structural concrete Min. 1.5-inch Trisotech G, Trisotech ;gERMasUc 7/16-inch 0SB THERMastic TPO-BA or TPO-BALV3 45.0
80
. . Min. 0.5-inch Trisotech G, Trisotech CGF, Trisotech, Additional optional layers base insulation followed
C-2 Min. 2,500 psi GAF EnergyGuard Polyiso Insulation or GAF LRFIA or by min. 0.5-inch Structodek High Density LRFIA or TPO-BA or TPO-BALV3 -82.5
structural concrete LRFIA(BG) . R LRFIA(BG)
EnergyGuard Ultra Fiberboard Roof Insulation
. . Min. 0.5-inch GAF EnergyGuard HD Polyiso Cover
Min. 2,500 psi . . . . LRFIA or . LRFIA or
-3. ! Min. 0.5-inch GAF E Pol | | B AF E HD Plus Pol TPO-BA or TPO-BALV -97.
C-3 structural concrete in. 0.5-inch G nergyGuard Polyiso Insulation LRFIA(BG) Bg::j, G nergyGuard us Polyiso Cover LRFIA(BG) 0O-BA or TPO 3 97.5
. . Min. 0.5-inch Trisotech G, Trisotech CGF, Trisotech, Additional optional layers base insulation followed
Min. 2 LRFIA LRFIA
c-4. in. 2,500 psi GAF EnergyGuard Polyiso Insulation or GAF or by Min. 0.25-inch DensDeck Prime or SECUROCK or TPO-BA or TPO-BALV3 2325
structural concrete LRFIA(BG) ) LRFIA(BG)
EnergyGuard Ultra Gypsum-Fiber Roof Board
Min. 2,500 psi Min. 0.5-inch GAF EnergyGuard Polyiso Insulation, LRFIA or . 4 . . LRFIA or
C-5. structural concrete GAF EnergyGuard Ultra LRFIA(BG) (Optional) Additional layers of base insulation LRFIA(BG) TPO-BA or TPO-BALV3 292.5
TREMPLY TPO / TREMPLY WB BONDING ADHESIVE
Min. 2,500 psi hot asphalt or Z?t ophal
C-6. o P Min. 1.5-inch Trisotech G, Trisotech THERMastic (Optional) Additional layer of base insulation . TPO-WBBA -135.0
structural concrete THERMastic
80
80
. . . . Min. 0.5-inch GAF EnergyGuard HD Polyiso Cover
c7. Min. 2,500 psi One.or more Ia'nyer(s), min. 0.5-inch GAF EnergyGuard | LRFIA or Board, GAF EnergyGuard HD Plus Polyiso Cover LRFIA or TPO-WBBA 975
structural concrete Polyiso Insulation LRFIA(BG) Board LRFIA(BG)
.2 -
c8. Min. 2,500 psi Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | -RT/A OF None N/A TPO-WBBA 1125
structural concrete LRFIA(BG)
. . Min. 0.5-inch Trisotech G, Trisotech CGF, Trisotech, Additional optional layers base insulation followed
.2 . ) L ) . : L
c-o. Min. 2,500 psi GAF EnergyGuard Polyiso Insulation or GAF RFIA or by min. 0.25-inch DensDeck Prime or SECUROCK RFIA or TPO-WBBA 2325
structural concrete LRFIA(BG) . LRFIA(BG)
EnergyGuard Ultra Gypsum-Fiber Roof Board
Min. 2,500 psi Min. 0.5-inch GAF EnergyGuard Polyiso Insulation, LRFIA or . . . . LRFIA or
C-10. Opti 1) Additi Il f b lat TPO-WBBA -292.5
structural concrete | GAF EnergyGuard Ultra LRFIA(BG) (Optional) Additional layers of base insulation LRFIA(BG)
TREMPLY TPO / TREMPLY TPO LV BONDING ADHESIVE
Min. 2,500 psi hot asphalt or ?:t weenal
C-11. i p Min. 1.5-inch Trisotech G, Trisotech THERMastic (Optional) Min. 0.25-inch DensDeck Prime . TPO-LVBA -45.0
structural concrete 30 THERMastic
80
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED SINGLE-PLY ROOF COVER

REFER TO NOTE 16C FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

S ey Base Insulation Layer Top Insulation er R
ystem ec
( ) Roof Cover (Note 15
No. - Type Attach Type Attach (Note 15) (osf)
(Note 6,7,8) (Note 6,7,8)
. . Min. 0.5-inch Trisotech G, Trisotech CGF, Trisotech, Additional optional layers base insulation followed
C-12. Min. 2,500 psi GAF EnergyGuard Polyiso Insulation or GAF LRFIA or by min. 0.5-inch Structodek High Density CR@A or TPO-LVBA -82.5
structural concrete LRFIA(BG) . R LRFIA(BG)
EnergyGuard Ultra Fiberboard Roof Insulation
. . Min. 0.5-inch GAF EnergyGuard HD Polyiso Cover
Min. 2,500 psi . . . . LRFIA or . LRFIA or
C-13. structural concrete Min. 0.5-inch GAF EnergyGuard Polyiso Insulation LRFIA(BG) gg::j, GAF EnergyGuard HD Plus Polyiso Cover LRFIA(BG) TPO-LVBA -97.5
. . Min. 0.5-inch Trisotech G, Trisotech CGF, Trisotech, Additional optional layers base insulation followed
Min. 2 . . LRFIA . . . LRFIA
Cc-14. in. 2,500 psi GAF EnergyGuard Polyiso Insulation or GAF or by min. 0.25-inch DensDeck Prime or SECUROCK or TPO-LVBA 2325
structural concrete LRFIA(BG) . LRFIA(BG)
EnergyGuard Ultra Gypsum-Fiber Roof Board
Min. 2,500 psi Min. 0.5-inch GAF EnergyGuard Polyiso Insulation, LRFIA or . . . . LRFIA or
C-15. structural concrete GAF EnergyGuard Ultra LRFIA(BG) (Optional) Additional layers of base insulation LRFIA(BG) TPO-LVBA 240.0
C-16 Min. 2,500 psi One or more layer(s), min. 0.5-inch Trisotech G, LRFIA or Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRFIA or TPO-LVBA -360.0
’ structural concrete Trisotech CGF, Trisotech LRFIA(BG) Board LRFIA(BG) ’
TREMPLY TPO FB / HOT ASPHALT OR THERMASTIC 80:
) . hot asphalt
Min. 2,500 psi . . . . hot asphalt or
C-17. | structural concrete 2/:; 12J2:2 Eﬁ:mh G, Trisotech or GAF THERMastic | Min. 0.25-inch DensDeck _‘;LERMaSﬂC TPOFB-HA -45.0
(ASTM D41 primed) gy 80 %0
) . hot asphalt
Min. 2,500 psi hot asphalt or . . . R
C-18. | structural concrete | Min. 1.5-inch Trisotech G, Trisotech THERMastic | "IN 0-5-inch Structodek High Density Fiberboard - or | TPOFB-HA -45.0
) Roof Insulation THERMastic
(ASTM D41 primed) 80 30
Min. 2,500 psi hot asphalt or ZSt asphalt
C-19. structural concrete Min. 1.5-inch Trisotech G THERMastic Min. 0.5-inch DensDeck . TPOFB-HA -120.0
. THERMastic
(ASTM D41 primed) 80 30
. . hot asphalt
Min. 2,500 psi hot asphalt or . . .
C-20. structural concrete Min. 1.5-inch Trisotech G THERMastic BMO':'“?'S inch SECUROCK Gypsum-Fiber Roof ?I:ERMastic TPOFB-HA -277.5
(ASTM D41 primed) 80 30
Min. 2,500 psi \ . . LRFIA or . . LRFIA or
-21. .0.5- .0.5- DensD B- -120.
C-21 structural concrete One or more layer(s), min. 0.5-inch Trisotech G LRFIA(BG) Min. 0.5-inch DensDeck LRFIA(BG) TPOFB-HA 0.0
Min. 2,500 psi | . . LRFIA or Min. 0.5-inch SECUROCK Gypsum-Fiber Roof LRFIA or
C-22. (6] I . 0.5-inch Trisotech G TPOFB-HA -180.0
structural concreteIIRRS TNBC YR MNP Trisotee LRFIA(BG) Board LRFIA(BG)

TREMPLY TPO FB / TREMPLY WB BONDING ADHESIVE:
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED SINGLE-PLY ROOF COVER

REFER TO NOTE 16C FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

S ey Base Insulation Layer Top Insulation er R
ystem ec
( ) Roof Cover (Note 15
No. - Type Attach Type Attach (Note 15) (osf)
(Note 6,7,8) (Note 6,7,8)
. . . . Min. 0.5-inch GAF EnergyGuard HD Polyiso Cover
Min. 2,500 psi One or more layer(s), min. 0.5-inch GAF EnergyGuard | LRFIA or ‘ LRFIA or
-23. Board, GAF E Guard HD Plus Pol C TPOFB-WBBA -97.
c23 structural concrete Polyiso Insulation LRFIA(BG) Bgz:d’ nergyLuar TP LRFIA(BG) o 97:5
. . Min. 0.5-inch Trisotech G, Trisotech CGF, Trisotech, Additional optional layers base insulation followed
c24, | Min-2,500psi GAF EnergyGuard Polyiso Insulation or GAF LRFIA or by min. 0.25-inch DensDeck Prime or SECUROCK | LRCIA OF TPOFB-WBBA 2325
structural concrete LRFIA(BG) . LRFIA(BG)
EnergyGuard Ultra Gypsum-Fiber Roof Board
Min. 2,500 psi Min. 0.5-inch GAF EnergyGuard Polyiso Insulation, LRFIA or . . . . LRFIA or
-25. 1) A I f | TPOFB-WBBA -292.
¢25 structural concrete GAF EnergyGuard Ultra LRFIA(BG) (Optidg@igdditiongllaydgof base Vggulation LRFIA(BG) o 925
TREMPLY TPO FB / TREMCO LR ADHESIVE:
Min. 2,500 psi (Optional) One or more layer(s), min. 0.5-inch LRFIA or . . . LRFIA or .
C-26. structural concrete Trisotech G LRFIA(BG) Min. 1.75-inch ACFoam Composite/GB LRFIA(BG) TPOFB-TLRA (12-inch o.c.) -37.5
c-27 Min. 2,500 psi ZIX; é)r.lz_rmcglgrlzlo;z(l:r}s% II]ZZ?:;Z: EfggFrlsotech, LRFIA or Additional optional layers base insulation followed | LRFIA or TPOFB-TLRA (12-inch o.c.) 375
| structural concrete &y v LRFIA(BG) by Min. 0.25-inch DensDeck Prime LRFIA(BG) < :
EnergyGuard Ultra
Min. 2,500 psi . . . . LRFIA or . A . . LRFIA or X
C-28. structural concrete Min. 1.5-inch Trisotech G, Trisotech LRFIA(BG) (Optional) Additional layers base insulation LRFIA(BG) TPOFB-TLRA (12-inch o.c.) -45.0
Min. 2,500 psi . R . . LRFIA or Min. 0.25-inch SECUROCK Gypsum-Fiber Roof LRFIA or .
C-29. structural concrete Min. 1-inch Trisotech G, Trisotech LRFIA(BG) Board LRFIA(BG) TPOFB-TLRA (12-inch o.c.) 45.0
. . Min. 0.5-inch Trisotech G, Trisotech CGF, Trisotech, Additional optional layers base insulation followed
Min. 2 LRFIA LRFIA
c-30. in. 2,500 psi GAF EnergyGuard Polyiso Insulation or GAF or by Min. 0.25-inch SECUROCK Gypsum-Fiber Roof or TPOFB-TLRA (12-inch o.c.) -45.0
structural concrete LRFIA(BG) LRFIA(BG)
EnergyGuard Ultra Board
Min. 2,500 psi Min. 0.5-inch GAF EnergyGuard Polyiso Insulation, LRFIA or . . . . LRFIA or .
C-31. structural concrete GAF EnergyGuard Ultra LRFIA(BG) (Optional) Additional layers base insulation LRFIA(BG) TPOFB-TLRA (12-inch o.c.) 60.0
Min. 2,500 psi Min. 1.5-inch Trisotech G, Trisotech or GAF LRFIA or Min. 0.25-inch DensDeck Prime or SECUROCK LRFIA or .
32 B-TLRA (12- .. -67.
c32 structural concrete EnergyGuard Polyiso Insulation LRFIA(BG) Gypsum-Fiber Roof Board LRFIA(BG) TPOFB-TLRA (12-inch o.c.) 675
) . Min. 0.5-inch Trisotech G, Trisotech CGF, Trisotech, Optional additional layers base insulation followed
C-33. Min. 2,500 psi GAF EnergyGuard Polyiso Insulation or GAF LRFIA or by min. 0.25-inch DensDeck Prime or SECUROCK LRFIA or TPOFB-TLRA (4-inch o.c.) -180.0
structural concrete LRFIA(BG) . LRFIA(BG)
EnergyGuard Ultra Gypsum-Fiber Roof Board
Min. 2,500 psi Min. 0.25-inch DensDeck Prime or SECUROCK LRFIA or .
34. B-TLRA (4- .. -195.
C-34 structural concrete Gypsum-Fiber Roof Board LRFIA(BG) None N/A TPOFB-TLRA (4-inch o.c) 950
in. 2 i LI . L .
C-35. :fljzctt.llfa(l)locgzlcrete Min. 0.5-inch GAF EnergyGuard Polyiso Insulation Lﬁi:ﬁ(cérc-;) (Optional) Additional layers base insulation LEIE:Q(CE)!EE) TPOFB-TLRA (4-inch o.c.) -210.0
TREMPLY TPO FB APPLIED IN POWERPLY ENDURE BIO ADHESIVE TF:
Min. 2,500 psi (Optional) Min. 0.5-inch Trisotech G, Trisotech CGF LRFIA or . . . LRFIA or
-36. .0.25- DensD B-PEB -262.
c-36 structural concrete or Trisotech LRFIA(BG) Min. 0.25-inch DensDeck Prime LRFIA(BG) TPOFB-PEBATF 625
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED SINGLE-PLY ROOF COVER

REFER TO NOTE 16C FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

S ey Base Insulation Layer Top Insulation er R
ystem ec
( ) Roof Cover (Note 15
No. - Type Attach Type Attach (Note 15) (osf)
(Note 6,7,8) (Note 6,7,8)
0.5-inch ACFoam HD CoverBoard, 0.625-inch
c-37. Min. 2,500 psi (Optl.onal) Min. 0.5-inch Trisotech G, Trisotech CGF LRFIA or ACFoam HD CoverBoafrd-FR or min. O.25-|n.ch LRFIA or TPOEB-PEBATE -285.0
structural concrete or Trisotech LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board or min. LRFIA(BG)
7/16-inch DEXcell Cement Roof Board
0.5-inch ACFoam HD CoverBoard, 0.625-inch
Min. 2.500 psi LRFIA or ACFoam HD CoverBoard-FR or min. 0.25-inch LRFIA or
C-38. e P Min. 0.5-inch Trisotech G, Trisotech CGF or Trisotech LRFIA(BG), 6- DensDeck Prime or SECUROCK Gypsum-Fiber Roof | LRFIA(BG), 6- | TPOFB-PEBATF -465.0
structural concrete . . ; .
inch o.c. Board or min. 7/16-inch DEXcell Cement Roof inch o.c.
Board
. . LRFIA or
C-39. Min. 2,500 psi Min. 0.25-inch DensDeck Prime LRFIA(BG), 6- None N/A TPOFB-PEBATF -622.5
structural concrete .
inch o.c.
0.5-inch ACFoam HD CoverBoard, 0.625-inch LREIA or
Min. 2,500 psi ACFoam HD CoverBoard-FR or min. 0.25-inch
c-40. structural concrete | SECUROCK Gypsum-Fiber Roof Board or min. 7/16- iL:cFr:AQ)(BCG), 6 b N/A TPOFB-PEBATF 9375
inch DEXcell Cement Roof Board N
TREMPLY TPO FB APPLIED IN TREMCO PSF ADHESIVE:
Min. 2,500 psi . . LRFIA or Min. 0.25-inch DensDeck Prime or SECUROCK LRFIA or
CAL | ructural concrete | Min- Lrinch Insulfoam IX EPS LRFIA(BG) Gypsum-Fiber Roof Board LRFIA(BG) TPOFB-PSFA 2250
Min. 2,500 psi (Optional) Min. 0.5-inch Trisotech G, Trisotech CGF LRFIA or . . . LRFIA or
c-42. structural concrete or Trisotech LRFIA(BG) Min. 0.25-inch DensDeck Prime LRFIA(BG) TPOFB-PSFA 2625
0.5-inch ACFoam HD CoverBoard, 0.625-inch
c.a3 Min. 2,500 psi (Optional) Min. 0.5-inch Trisotech G, Trisotech CGF LRFIA or ACFoam HD CoverBoard-FR or min. 0.25-inch LRFIA or TPOEB-PSFA 285.0
’ structural concrete or Trisotech LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board or min. LRFIA(BG) ’
7/16-inch DEXcell Cement Roof Board
0.5-inch ACFoam HD CoverBoard, 0.625-inch
Min. 2.500 bsi LRFIA or ACFoam HD CoverBoard-FR or min. 0.25-inch LRFIA or
C-44. e P Min. 0.5-inch Trisotech G, Trisotech CGF or Trisotech LRFIA(BG), 6- DensDeck Prime or SECUROCK Gypsum-Fiber Roof | LRFIA(BG), 6- | TPOFB-PSFA -465.0
structural concrete . . . .
inch o.c. Board or min. 7/16-inch DEXcell Cement Roof inch o.c.
Board
. . LRFIA or
45, | Min-2,500psi Min. 0.25-inch DensDeck Prime LRFIA(BG), 6- | None N/A TPOFB-PSFA -622.5
structural concrete .
inch o.c.
0.5-inch ACFoam HD CoverBoard, 0.625-inch LRFIA or
Min. 2,500 psi ACFoam HD CoverBoard-FR or min. 0.25-inch
c-46. structural concrete SECUROCK Gypsum-Fiber Roof Board or min. 7/16- !"RFhIA(BG)’ 6 None N/A TPOFB-PSFA 9375
inch DEXcell Cement Roof Board inch o.c.
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TABLE 3B: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED MULTI-PLY ROOF COVER
REFER TO NOTE 16C FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck e s mMbDP
No. (Note 1) T ac T ac Base PI Pl Pl (psf)
ype (Note 6,7,8) ype (Note 6,7,8) ase Py Y Cap Ply
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Additional
Additional Insulation Layer(s):  —
Layer(s): LRFIA _
Min. 2,500 psi L . ) (Optional) Min. 1-inch base insulation Ayers or (Optional) TPOFB-PEBATF,
Min. 2-inch Trisotech G, Trisotech CGF, LRFIA or ) - LRFIA(BG) TPOFB-PSFA or
C-47. structural . Coverboard: Min. 1-inch MonoBoard SBS-CA5 BP-CA5 or . -60.0*
Trisotech LRFIA(BG) P ) Coverboard: LRFIA TPOFB-TLRA (4-inch
concrete (no extrapolation permitted for TN SBS-CAS
. or LRFIA(BG), 6- o.c.)
ribbon attachment) .
inch o.c.
Additional Insulation Layer(s): Additional
i in. 1-i i i L : LRFIA -
Min. 2,500 psi . . . ‘ (Optional) Min .1 |nc.h base insulation ayer(s). or (Optional) TPOFB-PEBATF,
c.a8 structural Min. 2-inch Trisotech G, Trisotech CGF, LRFIA or Coverboard: Min. 1-inch MonoBoard LRFIA(BG) BP-CAS or BP-CAS or TPOFB-PSFA or -60.0*
’ Trisotech LRFIA(BG) Plus or Min. 2-inch TopRock DD Plus Coverboard: LRFIA | SBS-CA5 TPOFB-TLRA (4-inch ’
concrete \ . oCinin~ SBS-CA5
(no extrapolation permitted for or LRFIA(BG), 6- o.c.)
ribbon attachment) inch o.c.
Min. 2,500 psi (O.ptlonal) Min. 0:5—|nch T”SOFECh .G’ Min. 0.125-inch TremBoard AC or (Optional) TPOFB-PEBATF,
c-49 structural Trisotech CGF, Trisotech or min. -inch LRFIA or min. 0.5-inch Structodek HD with LRFIA or LRFIA(BG) | SP-CASO" | gpcag o | TPOFB-PSFAOY -165.0
' Styrofoam Brand Roofmate, Highload 60 or | LRFIA(BG) . N X SBS-CA5 TPOFB-TLRA (4-inch :
concrete Primed Red Coating SBS-CA5
Plazamate o.c.)
TPOFB-PEBATF
Min. 2,500 psi . . . ) !
! ) ) ) ) LRFIA or Min. 0.5-inch Structodek HD with (Optional) | TPOFB-PSFA or
C-50. structural Min. 1.5-inch Trisotech or Trisotech G LRFIA(BG) Primed Red Coating LRFIA or LRFIA(BG) | SBS-CA5 SBS-CAS TPOFB-TLRA (4-inch -217.5
concrete
o.c.)
) . . . Min. 0.25-inch DensDeck Prime or
Min. 2,500 psi (O'ptlonal) Min. 0:5-|nch TnSOFeCh .G’ SECUROCK Gypsum-Fiber Roof Board (Optional) TPOFB-PEBATF,
Trisotech CGF, Trisotech or min. 1-inch LRFIA or . ) BP-CAS or TPOFB-PSFA or
C-51. structural Styrofoam Brand Roofmate, Highload 60 or | LRFIA(BG) or min. 0.5-inch SECUROCK Cement LRFIA or LRFIA(BG) SBS-CAS BP-CAS5 or TPOFB-TLRA (4-inch -262.5
concrete Y + 8 Roof Board or min. 7/16-inch DEXcell SBS-CAS
Plazamate o.c.)
Cement Roof Board
' ‘ M!n. O.12§—|nch TremBoard AC or TPOFB-PEBATF,
Min. 2,500 psi LRFIA or min. 0.25-inch DenDeck, DensDeck (Optional) | TPOFB-PSFA or
C-52. structural Min. 1.5-inch Trisotech or Trisotech G Prime, DEXcell FA Glass Mat Roof LRFIA or LRFIA(BG) | SBS-CA5 P . -270.0
LRFIA(BG) . SBS-CA5 TPOFB-TLRA (4-inch
concrete Board or SECUROCK Gypsum-Fiber
o.c.)
Roof Board
(Optional) Min. 0.5-inch Trisotech G, Min. 0.125-inch TremBoard AC, min. TPOFB-PEBATF
Min. 2,500 psi | Trisotech CGF, Trisotech or min. 1-inch LRFIA or 0.25-inch DensDeck, DensDeck Prime LRFIA or BP-CAS or (Optional) TPOFB-PSEA or’
C-53. structural Styrofoam Brand Roofmate, Highload 60 or | LRFIA(BG), 6- or DEXcell FA Glass Mat Roof Board or | LRFIA(BG), 6-inch BP-CA5 or . -327.5
. . . R SBS-CA5 TPOFB-TLRA (4-inch
concrete Plazamate inch o.c. min. 0.5-inch Structodek HD with o.c. SBS-CAS
. . o.c.)
Primed Red Coating
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NEmoO | etc.e
TABLE 3B: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED MULTI-PLY ROOF COVER
REFER TO NOTE 16C FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck e s mMbDP
No. Note 1 T ac T ac Base PI Pl Pl (psf)
[Nots 1) ype (Note 6,7,8) ype (Note 6,7,8) ase Py Y Cap Ply
(Optional) Min. 0.5-inch Trisotech G, Min. 0.25-inch SECUROCK Gypsum- TPOFB-PEBATF
Min. 2,500 psi | Trisotech CGF, Trisotech or min. 1-inch LRFIA or Fiber Roof Board or min. 0.5-inch LRFIA or BP-CAS or (Optional) TPOEB-PSFA or’
C-54. structural Styrofoam Brand Roofmate, Highload 60 or | LRFIA(BG), 6- SECUROCK Cement Roof Board or LRFIA(BG), 6-inch SBS-CAS BP-CA5 or TPOFB-TLRA (4-inch -465.0
concrete Plazamate inch o.c. min. 7/16-inch DEXcell Cement Roof o.c. SBS-CA5 0.)
Board "
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 2,500 psi (O.ptlonal) Min. 0:5-|nch TrlSOFeCh (.5’ Min. 0.125-inch TremBoard AC or LRFIA or (Optional) TPOFB-HA, TPOFB-
c-55 structural Trisotech CGF, Trisotech or min. L-inch LRFIA or Min. 0.5-inch Structodek HD with LRFIA(BG), 6-inch | BF-CABO | pp cagor | PEBATF TPOFB- 2025
’ Styrofoam Brand Roofmate, Highload 60 or | LRFIA(BG) L X ! SBS-CA6 PSFA or TPOFB- ’
concrete Primed Red Coating o.c. SBS-CA6 .
Plazamate TLRA (4-inch o.c.)
) . | (Optional) Min. 0.5-inch Trisotech G, . TPOFB-HA, TPOFB-
Min. 2,500 psi . . . K (Optional)
Trisotech CGF, Trisotech or min. 1-inch LRFIA or . . Y BP-CA6 or PEBATF, TPOFB-
C-56. structural Styrofoam Brand Roofmate, Highload 60 or | LRFIA(BG) Min. 0.25-inch DensDeck Prime LRFIA or LRFIA(BG) SBS-CAG BP-CA6 or PSFA or TPOFB- -202.5
concrete SBS-CA6 .
Plazamate TLRA (4-inch o.c.)
. . | (Optional) Min. 0.5-inch Trisotech G, . TPOFB-HA, TPOFB-
c-57 x::ctzl;f:lo ps! Trisotech CGF, Trisotech or min. 1-inch LRFIA or Min. 0.25-inch SECUROCK Gypsum- LRFIA or LRFIA(BG) BP-CA6 or g?,’_)(t:fgilz PEBATF, TPOFB- 285.0
' Styrofoam Brand Roofmate, Highload 60 or | LRFIA(BG) Fiber Roof Board SBS-CA6 PSFA or TPOFB- :
concrete SBS-CA6 .
Plazamate TLRA (4-inch o.c.)
Min. 0.125-inch TremBoard AC, min.
. . | (Optional) Min. 0.5-inch Trisotech G, 0.5-inch DEXcell FA Glass Mat Roof . TPOFB-HA, TPOFB-
s atin: 2:590PS! | Trisotech CGF, Trisotech or min. L-inch g (‘é;) s | Board, SECUROCK Gypsum-Fiber Roof tgi:ﬁ(‘é’m cinc | BP-CAGor (B?,’_’(t:':gi': PEBATF, TPOFB- 3400
' concrete Styrofoam Brand Roofmate, Highload 60 or inch o.c - Board or SECUROCK Cement Roof oc ! SBS-CA6 SBS-CAG PSFA or TPOFB- :
Plazamate B Board or min. 7/16-inch DEXcell o TLRA (4-inch o.c.)
Cement Roof Board
HoT-AsPHALT OR THERMASTIC 80 APPLIED BASE PLY:
Min. 2,500 psi (Optional) | TPOFB-HA, TPOFB-
BP-
€-59. | structural (Optional) Min. 1.5-inch Trisotech G hotasphaltor w6 o inch DensDeck hot asphalt or P-AAOT | Bp Apor | PSFA or TPOFB- -120.0
THERMastic 80 THERMastic 80 SBS-AA .
concrete SBS-AA TLRA (4-inch o.c.)
Min. 0.125-inch TremBoard AC, min.
Min. 2,500 psi hot asphalt or g.éi:rl:/T:t?{f)r;SfDBeoc:rzrcI)T?ECDS)FiCOeC”KFA hot asphalt or (Optional) TPOFB-HA, TPOFB-
-60. tructural i in. 1.5-i i ) : X ) BP- PSFA or TPOFB- -180.
¢-60 (S:;:sr:tr: (Optionaljlin. 1.5Qggh Trisogch 6 THERMastic 80 Gypsum-Fiber Roof Board or min. 0.5- | THERMastic 80 P-AA BP-AA TLRA (()ZI—inch 0c) 80.0
inch Structodek HD with Primed Red o
Coating
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NEmoO | etc.e
TABLE 3B: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED MULTI-PLY ROOF COVER
REFER TO NOTE 16C FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck e s mMbDP
No. (Note 1) T ac T ac Base Pl Pl I (psf)
ype (Note 6,7,8) ype (Note 6,7,8) ase Py Y Cap Ply
Min. 2,500 psi . ) ) ) hot asphalt or | Min. 0.25-inch SECUROCK Gypsum- hot asphalt or Bp-AAor | (OPtional) | TPOFB-HA, TPOFB-
C-61. structural (Optional) Min. 1.5-inch Trisotech G X A X BP-AA or PSFA or TPOFB- -225.0
THERMastic 80 Fiber Roof Board THERMastic 80 SBS-AA .
concrete SBS-AA TLRA (4-inch o.c.)
Min. 2 i TPOFB-HA, TPOFB-
c-62 strI:ctlj-:’:IO pst (Optional) Min. 1.5-inch Trisotech or hot asphalt or Min. 0.5-inch Structodek HD with hot asphalt or SBS-AA (Optional) PSSA or TP’OFBO- 2625
’ Trisotech G THERMastic 80 Primed Red Coating THERMastic 80 SBS-AA . ’
concrete TLRA (4-inch o.c.)
Min. 0.125-inch TremBoard AC or
Min. 2 i ) . . ) TPOFB-HA, TPOFB-
c-63 strI:ctlj-:’:IO ps! (Optional) Min. 1.5-inch Trisotech or hot asphalt or min. 0.25-inch DensDeck Prime, hot asphalt or SBS-AA (Optional) PSSA or TPOFBO- 2775
’ concrete Trisotech G THERMastic 80 DEXcell FA Glass Mat Roof Board or THERMastic 80 SBS-AA TLRA (4-inch 0.c.) ’
SECUROCK Gypsum-Fiber Roof Board -
Min. 2,500 psi _ _ _ LRFIA or _ _ Bp.AAor | (OPtional) | TPOFB-HA, TPOFB-
C-64. structural Min. 1.5-inch Trisotech G LRFIA(BG) Min. 0.5-inch DensDeck LRFIA or LRFIA(BG) SBS-AA BP-AA or PSFA or TPOFB- -120.0
concrete SBS-AA TLRA (4-inch o.c.)
Min. 2,500 psi (Tazzt"e";')c'\é';"T(:Isso'tr:c:zrr'srifﬁcg?nch LRFIA or Min. 0.125-inch TremBoard AC or Bp.AAor | (OPtional) | TPOFB-HA, TPOFB-
C-65. structural Stvrofoam Bra’nd Roofmate. Hi .hload 600r | LRFIA(BG) min. 0.5-inch Structodek HD with LRFIA or LRFIA(BG) SBS-AA BP-AA or PSFA or TPOFB- -165.0
concrete ¥ s Primed Red Coating SBS-AA TLRA (4-inch o.c.)
Plazamate
. . . . Min. 0.25-inch SECUROCK Gypsum-
Min. 2,500 psi (T?lzf)'fe'f:)c'\é';T?ISSO;ZCC:L:SSTECE ?r;ch - Fiber Roof Board or min. 0.5-inch Bp.AAor | (Optional) | TPOFB-HA, TPOFB-
C-66. structural Styrofoam Bra’nd Roofmate. Hi .hload 60or | LRFIA(BG) SECUROCK Cement Roof Board or LRFIA or LRFIA(BG) SBS-AA BP-AA or PSFA or TPOFB- -180.0
concrete Y » M8 min. 7/16-inch DEXcell Cement Roof SBS-AA TLRA (4-inch o.c.)
Plazamate
Board
TORCH-APPLIED BASE PLY:
Additional Insulation Layer(s): Additional
Min. 2.500 psi (Optional) Min. 1-inch base insulation | Layer(s): LRFIA or TPOFB-HA, TPOFB-
in. Si
e structL’lraI P Min. 2-inch Trisotech G, Trisotech CGF, LRFIA or Coverboard: Min. 1-inch MonoBoard LRFIA(BG) SBS-TA (Optional) | PEBATF, TPOFB- 60.0*
’ concrete Trisotech LRFIA(BG) Plus or Min. 2-inch TopRock DD Plus Coverboard: LRFIA SBS-TA PSFA or TPOFB- ’
(no extrapolation permitted for or LRFIA(BG), 6- TLRA (4-inch o.c.)
ribbon attachment) inch o.c.
Min. 2,500 psi (Optional) Min. 0.5-inch Trisotech G, TPOFB-HA, TPOFB-
7 Trisotech CGF, Trisotech or min. 1-inch LRFIA or Min. 0.25-inch SECUROCK Gypsum- (Optional) | PEBATF, TPOFB-
C-68. structural Styrofoam Brand Roofmate, Highload 60 or | LRFIA(BG) Fiber Roof Board LRFIA or LRFIA(BG) | SBS-TA SBS-TA PSFA or TPOFB- -1800
concrete .
Plazamate TLRA (4-inch o.c.)
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TABLE 3B: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED MULTI-PLY ROOF COVER

REFER TO NOTE 16C FOR VAPOR BARRIER OPTIONS

NEmMO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck e s mMbDP
No. Note 1 El3 ac (psf)
(Note 1) Type Note 6.7 8 Type Note 6.7 8 Base Ply Ply Cap Ply
Min. 2,500 psi Min. 1-inch Trisotech G, Trisotech CGF, TPOFB-HA, TPOFB-
T Trisotech, GAF EnergyGuard Polyiso LRFIA or Min. 0.625-inch SECUROCK Gypsum- (Optional) | PEBATF, TPOFB-
c-e9. z:::cc::tr:' Insulation or Styrofoam Brand Roofmate, | LRFIA(BG) Fiber Roof Board LRFIZZRFIACERRESTA SBS-TA PSFA or TPOFB- 1950
Highload 60 or Plazamate TLRA (4-inch o.c.)
Min. 2,500 psi | \OPtional) Min. 0.5-inch Trisotech G, Min. 0.5-inch SECUROCK Cement Roof , TPOFB-HA, TPOFB-
c-70 structural Trisotech CGF, Trisotech or min. 1-inch LRFIA or Board or min. 7/16-inch DEXcell LRFIA or LRFIA(BG) | SBS-TA (Optional) | PEBATF, TPOFB- 262.5
’ Styrofoam Brand Roofmate, Highload 60 or | LRFIA(BG) ) SBS-TA PSFA or TPOFB- ’
concrete Cement Roof Board .
Plazamate TLRA (4-inch o.c.)

TABLE 3C: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

System 3 Roof Cover (Note 15) DP
yNo. Deck (Note 1) Primer Base Ply Ply Cap Ply @
C-71. Min. 2,500 psi structural concrete | None None None TPOFB-TLRA (12-inch o.c.) -60.0
C-72. Min. 2,500 psi structural concrete | None None None TPOFB-WBBA -300.0
C-73. Min. 2,500 psi structural concrete | TREMprime WB Primer BP-CA6 or SBS-CA6 (Optional) BP-CA6 or SBS-CA6 | TPOFB-HA, TPOFB-PEBATF, TPOFB-PSFA or TPOFB-TLRA (4-inch o.c.) -372.5
C-74. Min. 2,500 psi structural concrete | ASTM D41 primer None None TPOFB-HA -390.0
C-75. Min. 2,500 psi structural concrete | AlphaGuard C-Prime E)?Zgg?gL)SBP_CAS (Optional) BP-CAS5 or SBS-CA5 | TPOFB-PEBATF, TPOFB-PSFA or TPOFB-TLRA (4-inch o.c.) -802.5
C-76. Min. 2,500 psi structural concrete | None None None TPOFB-PSFA or TPOFB-TLRA (4-inch o.c.) -802.5
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TABLE 4A: DECK WITH LIGHTWEIGHT CONCRETE - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: LWC TO DECK, BONDED INSULATION, BONDED SINGLE-PLY ROOF COVER

NEmoO | etc.e

S Base Insulation Layer Coverboard Ronfcover VIDP
ystem Deck (Note 1) LWIC (Note 14) Attach Attach
No. Type Type (Note 15) (psf)
(Note 6,7,8) (Note 6,7,8)
TREMPLY TPO / TREMPLY BONDING ADHESIVE OR TREMPLY TPO BONDING ADHESIVE LV3:
CELCORE (FL2037):
. . . L . Min. 0.25-inch DensDeck,
LWC-1. Min. 2,500 psi Min. 200 psi, min. 2-inch, Celcore Min. 1.5-inch, min. 1.25 pcf Insulfoam Polyset CRA | DensDeck Prime or SECUROCK Polyset CRA TPO-BA or TPO- -87.5
structural concrete Cellular Concrete . BALV3
Gypsum-Fiber Roof Board
Min. 2,500 psi Min. 200 psi, min. 2-inch, Celcore (Optional) Min. 1.5-inch Trisotech G, Trisotech Min. 0.25-inch DensDeck or TPO-BA or TPO-
LWC-2. structural concrete Cellular Concrete or Min. 1.5-inch, min. 1.5 pcf Insulfoam Rolvset CRA DensDeck Prime Polyset CRA BALV3 130.0
Min. 2,500 psi Min. 200 psi, min. 2-inch, Celcore Min. 1.5-inch GAF EnergyGuard Polyiso (Optional) Additional layer of TPO-BA or TPO-
LWE3. structural concrete Cellular Concrete Insulation, GAF EnergyGuard Ultra R VRRCRA base insulation Polyset CRA BALV3 2225
Min. 2,500 psi Min. 200 psi, min. 2-inch, Celcore (Optional) Min. 1.5-inch Trisotech G, Trisotech Min. 0.25-inch SECUROCK TPO-BA or TPO-
LWC-4. structural concrete Cellular Concrete or Min. 1.5-inch, min. 2.0 pcf Insulfoam i Gypsum-Fiber Roof Board Polyset CRA BALV3 2225
ELASTIZELL (FL4994):
. . . - . . Min. 0.25-inch DensDeck,
twcs, | Min- 2,500 psi Min. 200 psi, min. 2-inch, Elastizell Min. 1.5-inch, min. 1.25 pcf Insulfoam Polyset CRA | DensDeck Prime or SECUROCK | Polyset CRA | [TO-BAOTTPO- 1 oy o
structural concrete Range Il LWC . BALV3
Gypsum-Fiber Roof Board
Min. 2,500 psi Min. 200 psi, min. 2-inch, Elastizell (Optional) Min. 1.5-inch Trisotech G, Trisotech Min. 0.25-inch DensDeck or TPO-BA or TPO-
LWC-6. Pol RA Pol RA -130.
c6 structural concrete Range Il LWC or Min. 1.5-inch, min. 1.5 pcf Insulfoam olyset € DensDeck Prime olyset C BALV3 300
Min. 2,500 psi Min. 200 psi, min. 2-inch, Elastizell (Optional) Min. 1.5-inch Trisotech G, Trisotech Min. 0.25-inch SECUROCK TPO-BA or TPO-
LWC-7. Polyset CRA Polyset CRA -180.0
structural concrete Range Il LWC or Min. 1.5-inch, min. 1.5 pcf Insulfoam olyse Gypsum-Fiber Roof Board olyse BALV3
MEARLCRETE (FL13492):
. . Min. 0.25-inch DensDeck,
LWC-8. Min. 2,500 psi Min. 200 psi, min. 2-inch, Mearlcrete Min. 1.5-inch, min. 1.25 pcf Insulfoam Polyset CRA | DensDeck Prime or SECUROCK Polyset CRA TPO-BA or TPO- -87.5
structural concrete . BALV3
Gypsum-Fiber Roof Board
Min. 2,500 psi . R . (Optional) Min. 1.5-inch Trisotech G, Trisotech Min. 0.25-inch DensDeck or TPO-BA or TPO-
LWC-9. structural concrete Min. 200 psi, min. 2-inch, Mearlcrete or Min. 1.5-inch, min. 1.5 pcf Insulfoam Polyset CRA DensDeck Prime Polyset CRA BALV3 130.0
Min. 2,500 psi . R . (Optional) Min. 1.5-inch Trisotech G, Trisotech Min. 0.25-inch SECUROCK TPO-BA or TPO-
LWC-10. .2 . 2- R . . -240.
WC-10 structural concrete Min. 200 psi, min. 2-inch, Mearlcrete or Min. 1.5-inch, min. 2.0 pcf Insulfoam Polyset CRA Gypsum-Fiber Roof Board Polyset CRA BALV3 40.0
TREMPLY TPO / TREMPLY WB BONDING ADHESIVE:
CELCORE (FL2037):
Lwe-11, | Min- 2,500 psi Min; 200 psi, min. 2-inch, Celcore Min. 1.5-inch, min. 1.25 pcf Insulfoam Polyset CRA | Min. 0.25-inch DensDeck Prime | Polyset CRA | TPO-WBBA -87.5
structural concrete Cellular Concrete
LWC-12. Min. 2,500 psi Min. 200 psi, min. 2-inch, Celcore (Optpnal) Mln. 1.5j|nch Trisotech G, Trisotech Polyset CRA | Min. 0.25-inch DensDeck Prime Polyset CRA | TPO-WBBA 130.0
structural concrete Cellular Concrete or Min. 1.5-inch, min. 1.5 pcf Insulfoam
LWC-13. Min. 2,500 psi Min. 200 psi, min. 2-inch, Celcore Min. 1..5—|nch GAF EnergyGuard Polyiso Polyset CRA (Opt|9na|) A.ddltlonal layer of Polyset CRA | TPO-WBBA 2925
structural concrete Cellular Concrete Insulation, GAF EnergyGuard Ultra base insulation
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TABLE 4A: DECK WITH LIGHTWEIGHT CONCRETE - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: LWC TO DECK, BONDED INSULATION, BONDED SINGLE-PLY ROOF COVER

NEmoO | etc.e

S Base Insulation Layer Coverboard Ronfcover VIDP
ystem Deck (Note 1) LWIC (Note 14) Attach Attach
No. Type Type (Note 15) (psf)
(Note 6,7,8) (Note 6,7,8)
ELASTIZELL (FL4994):
Lwc-14, | Min- 2,500 psi Min. 200 psi, min. 2-inch, Elastizell Min. 1.5-inch, min. 1.25 pcf Insulfoam Polyset CRA | Min. 0.25-inch DensDeck Prime | Polyset CRA | TPO-WBBA -87.5
structural concrete Range Il LWC
Min. 2,500 psi Min. 200 psi, min. 2-inch, Elastizell (Optional) Min. 1.5-inch Trisotech G, Trisotech . . .
LWC-15. Pol RA | Min. 0.25-inch DensDeck P Pol RA | TPO-WBBA -130.
c15 structural concrete Range Il LWC or Min. 1.5-inch, min. 1.5 pcf Insulfoam olyset € M. B Inch DeM=beck Prime olyset € © 300
Min. 2,500 psi Min. 200 psi, min. 2-inch, Elastizell Min. 1.5-inch GAF EnergyGuard Polyiso (Optional) Additional layer of
LWC-16. Pol RA Pol RA | TPO-WBBA -180.
cle structural concrete Range Il LWC Insulation, GAF EnergyGuard Ultra olyset € base insulation olyset € © 800
MEARLCRETE (FL13492):
Min. 2,500 psi . R . . . . . . .
LWC-17. Min. 200 psi, min. 2-inch, Mearlcrete Min. 1.5-inch, min. 1.25 pcf Insulfoam Polyset CRA | Min. 0.25-inch DensDeck Prime Polyset CRA | TPO-WBBA -87.5
structural concrete
Min. 2 i i 1) Min. 1.5-inch Tri h G, Tri h
twc-1g, | Min- 2,500 psi Min. 200 psi, min. 2-inch, Mearlcrete | (OPtionall Min. 1.5-inch Trisotech G, Trisotech | o\ . cpa | Min. 0.25-inch DensDeck Prime | Polyset CRA | TPO-WBBA -130.0
structural concrete or Min. 1.5-inch, min. 1.5 pcf Insulfoam
Lwc-19, | Min- 2,500 psi Min. 200 psi, min. 2-inch, Mearlcrete | " 1:5-inch GAF EnergyGuard Polyiso Polyset cra | (OPtional) Additional layer of Polyset CRA | TPO-WBBA -240.0
structural concrete Insulation, GAF EnergyGuard Ultra base insulation
TREMPLY TPO / TREMPLY TPO LV BONDING ADHESIVE
CELCORE (FL2037):
. . ) o . (Optional) Min. 1.5-inch Trisotech G, Min. 0.25-inch DensDeck Prime
LWC-20. Min. 2,500 psi Min. 200 psi, min. 2-inch, Celcore Trisotech, min. 1.5-inch, min. 1.25 pcf Polyset CRA | or SECUROCK Gypsum-Fiber Polyset CRA | TPO-LVBA -45.0
structural concrete Cellular Concrete
Insulfoam Roof Board
Min. 2,500 psi Min. 200 psi, min. 2-inch, Celcore Min. 1.5-inch GAF EnergyGuard Polyiso (Optional) Additional layer of
LWC-21. Pol RA Pol RA | TPO-LVBA -222.
¢ structural concrete Cellular Concrete Insulation, GAF EnergyGuard Ultra olyset € base insulation olyset C © >
ELASTIZELL (FL4994):
. R . Lo R . (Optional) Min. 1.5-inch Trisotech G, Min. 0.25-inch DensDeck Prime
Min. 2,500 Min. 200 . 2-inch, Elastizell
LwC-22. | M £oR0 Pt n- U8 psl, min. Zinch, tlastize Trisotech, min. 1.5-inch, min. 1.25 pcf Polyset CRA | or SECUROCK Gypsum-Fiber Polyset CRA | TPO-LVBA -45.0
structural concrete Range Il LWC
Insulfoam Roof Board
LWC-23. Min. 2,500 psi Min. 200 psi, min. 2-inch, Elastizell Min. 1..5—|nch GAF EnergyGuard Polyiso Polyset CRA (Optpnal) A.dd|t|ona| layer of Polyset CRA | TPO-LVBA -180.0
structural concrete Range Il LWC Insulation, GAF EnergyGuard Ultra base insulation
MEARLCRETE (FL13492):
Min. 2.500 psi (Optional) Min. 1.5-inch Trisotech G, Min. 0.25-inch DensDeck Prime
LWC-24. - P Min. 200 psi, min. 2-inch, Mearlcrete Trisotech, min. 1.5-inch, min. 1.25 pcf Polyset CRA | or SECUROCK Gypsum-Fiber Polyset CRA | TPO-LVBA -45.0
structural concrete
Insulfoam Roof Board
in. 2 i o in. 1.5-i E i i iti
LWC-25. Min. 2,500 psi Min. 200 psi, min. 2-inch, Mearlcrete Min .5 inch GAF EnergyGuard Polyiso Polyset CRA (Opt|9nal) A.dd|t|ona| layer of Polyset CRA | TPO-LVBA -240.0
structural concrete Insulation, GAF EnergyGuard Ultra base insulation
TREMPLY TPO FB APPLIED IN POWERPLY ENDURE BIO ADHESIVE TF OR TREMCO PSF ADHESIVE:
CELCORE (FL2037):

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ
TremPly® TPO Roof Systems; (800) 562-2728
TOP OF APPENDIX

PEER-TRM-007.A.R6 for FL22216-R6 (NON-HVHZ)
Revision 6: 12/14/2025
Appendix 1, Page 102 of 135



TABLE 4A: DECK WITH LIGHTWEIGHT CONCRETE - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: LWC TO DECK, BONDED INSULATION, BONDED SINGLE-PLY ROOF COVER

NEmoO | etc.e

S Base Insulation Layer Coverboard Ronfcover VIDP
L Deck (Note 1) LWIC (Note 14) Attach Attach
No. Type Type (Note 15) (psf)
(Note 6,7,8) (Note 6,7,8)
B, i it e
Min. 2,500 psi e . (Optional) Min. 1.5-inch Trisotech G, Trisotech or SECUROCK Gypsum-Fiber TPOFB-PEBATF or
LWC-26. Rheology Modifying Admixture; . LRFIA ; . LRFIA -90.0
structural concrete . . CGF or Trisotech Roof Board or min. 7/16-inch TPOFB-PSFA
treated with Celcore PVA Curing
DEXcell Cement Roof Board
Compound
Min. 300 psi, min. 2-inch, Celcore MF
) . Cellular Concrete with Celcore HS Min. 0.25-inch DensDeck Prime or SECUROCK
LWC-27. 's\ﬂ:E.ctzljf:Ioczzlcrete Rheology Modifying Admixture; Gypsum-Fiber Roof Board or min. 7/16-inch LRFIA(BG) None N/A Iggi:-sgsﬁﬂ: °" | 2100
treated with Celcore PVA Curing DEXcell Cement Roof Board
Compound
T 2 e
LWC-28. Min. 2,500 psi Rheology Modifying Admixture; M.ln. 1.5-inch Trisotech G, Trisotech CGF or LRFIA(BG) or SECUROCK Gy‘psum-Flt.)er LRFIA(BG) TPOFB-PEBATF or 240.0
structural concrete . . Trisotech Roof Board or min. 7/16-inch TPOFB-PSFA
treated with Celcore PVA Curing
DEXcell Cement Roof Board
Compound
PRE-EXISTENT CELLULAR LWC (NOTE 14A):
Pre-existent (re-roof only), min. 2- Min. 0.5-inch DensDeck Prime,
inch, cellular lightweight concrete DEXcell FA Glass Mat Roof
. Compressive: 500 psi . . . LRFIA or Board, SECUROCK Gypsum-Fiber
Min. 22 ga., type R (Optional) One or more layer(s), min. 1-inch LRFIA, 6- TPOFB-PEBATF or
D24 BV, Grade 40 steel Withdrawal, Trufast FM-90 Base Trisotech G, Trisotech CGF or Trisotech LR.FIA(BG)' Roof Board or SECUROCK. inch o.c. TPOFB-PSFA 82.5
Sheet Fastener: 170 Ibf 6-inch o.c. Cement Roof Board or min.
(Optional) Repair LWC spalls with 7/16-inch DEXcell Cement Roof
Celcore SBS (Sanded Bonding Surface) Board
Pre-existent (re-roof only), min. 2- Min..0.125—i'nch TremBoard AC
inch, cellular lightweight concrete or min. 0.5-inch DensDeck
Compressive: 500 psi LRFIA or Prime, DEXcell FA Glass Mat
LWC-30 Min. 2,500 psi Withd | T fastiEM-90B (Optional) One or more layer(s), min. 0.5-inch LRFIA(BG) Roof Board, SECUROCK Gypsum- | LRFIA, 6- TPOFB-PEBATF or 2775
| structural concrete fthdrawal, Trutas . "Ny Trisotech G, Trisotech CGF or Trisotech R ! Fiber Roof Board or SECUROCK inch o.c. TPOFB-PSFA i
Sheet Fastener: 170 Ibf 6-inch o.c. R
i . ) Cement Roof Board or min.
(Optional) Repair LWC spalls with 7/16-inch DEXcell Cement Roof
Celcore SBS (Sanded Bonding Surface)
Board
Pre-existent, min. 2-inch, cellular Min. 0.25-inch Densbeck Pri
in.2 . lightweight concrete . in. 1.5-i ) ) in. 0.25-inch DensDeck Prime B-PEB
LWC-31. Min. 2,500 psi g g . . (Optional) Min. 1.5-inch Trisotech, Trisotech G Polyset CRA | or SECUROCK Gypsum-Fiber Polyset CRA TPOFB-PEBATF or -180.0
structural concrete Compressive: 240 psi or Insulfoam IX Roof Board TPOFB-PSFA
Withdrawal, selected fastener: N/A

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ
TremPly® TPO Roof Systems; (800) 562-2728
TOP OF APPENDIX

PEER-TRM-007.A.R6 for FL22216-R6 (NON-HVHZ)
Revision 6: 12/14/2025
Appendix 1, Page 103 of 135



NEmoO | etc.e
TABLE 48: DECK WITH LIGHTWEIGHT CONCRETE - REROOF (TEAR-OFF)

SYSTEM TYPE A-1: LWC TO DECK, BONDED INSULATION, BONDED MULTI-PLY ROOF COVER

e Lightweight Concrete (Note 14) Base Insulation Layer Coverboard Roof Cover (Note 15) o
stem
yNo Deck (Note 1) S EYPES - Attach S Attach Base Bl o (psf)*
P g P (Notes 6,7,8) yp (Notes 6,7,8) Ply Y pFly
PRE-EXISTENT CELLULAR LWC (NOTE 14A):
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Min. 22 Pre-existent (re-roof
In. 22 ga., only), min. 2-inch For reroof (tear-
type B, Grade - - ) ) ) TPOFB-PEBATF,
- cellular lightweight off), repair LWC BP-CAS5 Optional
40 steel or min. gntweig ), repai (Optional) One or more fayers, || oc\s o Min. 0.25-inch SECUROCK | LRFIA or (Optional) | ro5ce popa or
LWC-32. 5 500 psi concrete spalls with Celcore | Min. 1-inch Trisotech G, LRFIA(BG) Gypsum-Fiber Roof Board | LRFIA(BG) or SBS- BP-CA5 or TPOFB-TLRA (4 -52.5
>20P Compressive: 350 psi | SBS (Sanded Trisotech CGF, Trisotech vP cAs | sBs-cas | |
structural Withd | " Bonding Surface) inch o.c.)
concrete ithdrawal, Trufast g >u
Versa-Fast: 260 Ibf
Pre-existent (re-roof
only), min. 2-inch, . . Min. 0.5-inch DensDeck
_ cellular lightweight | (OPtional) Repair _ Prime, DEXcell FA Glass ) TPOFB-PEBATF,
Min. 22 ga., concrete LWC spalls with (Optional) One or more LRFIA or Mat Roof Board, SECUROCK LRFIA. 6 BP-CA5 | (Optional) TPOFB-PSFA or
LWC-33. | type BV, Grade Compressive: 500 bsi Celcore SBS layer(s), min. 1-inch Trisotech | LRFIA(BG), Gypsum-Fiber Roof Board inch O’ c or SBS- BP-CA5 or TPOFB-TLRA (4- -82.5
40 steel ) P : P (Sanded Bonding G, Trisotech CGF or Trisotech | 6-inch o.c. or SECUROCK Cement Roof - CA5 SBS-CAS )
Withdrawal, Trufast Surface) Board or min. 7/16-inch inch o.c.)
FM-90 Base Sheet DEXcell Cement Roof Board
Fastener: 170 Ibf
Pre-existent (re-roof Min. 0.125-inch TremBoard
only), min. 2-inch, (Optional) Repai AC or min. 0.5-inch
cellular lightweight ptional) Repair - DensDeck Prime, DEXcell ~
Min. 2,500 psi concreteg & LWC spalls with faOpet:()sn)alr)‘n(i)nneoo;_ir:;:e LRFIA or FA Glass Mat Roof Board, LRFIA. &- BP-CA5 | (Optional) ?I'—Egltg—g;?:-cr:
LWC-34. | structural Compressive: 500 psi Celcore SBS T:i/soteéh G .Tri-sotech CGF or LRFIA(BG), SECUROCK Gypsum-Fiber inch c; c or SBS- BP-CA5 or TPOFB-TLRA (4 -277.5
concrete mp PP (sanded Bonding . : 6-incho.c. | Roof Board or SECUROCK o« CAS SBS-CAS | .
Withdrawal, Trufast | ¢ ¢ o) Trisotech Cement Roof Board or min. inch o.c.)
FM-90 Base Sheet 7/16-inch DEXcell Cement
Fastener: 170 Ibf Roof Board
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Min. 22 Pre-existent (re-roof
ty:JZ B Ggr::je only), min. 2-inch, For reroof (tear- TPOFB-HA,
’ cellular lightweight ff ir LWC i BP-CA6 Optional TPOFB-PEBATF
40 steel or min. gnhwels off), repair (Optional) One or more layers, | | o\s o Min. 0.25-inch SECUROCK | LRFIA or (Optional) ’
LWC-35. 2 500 psi concrete spalls with Celcore | Min. 1-inch Trisotech G, LRFIA(BG) Gypsum-Fiber Roof Board | LRFIA(BG) or SBS- BP-CA6 or | TPOFB-PSFA or -52.5
st,ructtfral Compressive: 350 psi | SBS (Sanded Trisotech CGF, Trisotech v CA6 SBS-CA6 TPOFB-TLRA (4-
Withdrawal, Trufast Bonding Surface) incho.c.)
concrete
Versa-Fast: 260 Ibf
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NEmoO | etc.e
TABLE 48: DECK WITH LIGHTWEIGHT CONCRETE - REROOF (TEAR-OFF)

SYSTEM TYPE A-1: LWC TO DECK, BONDED INSULATION, BONDED MULTI-PLY ROOF COVER

e Lightweight Concrete (Note 14) Base Insulation Layer Coverboard Roof Cover (Note 15) o
stem
yNo Deck (Note 1) S EYPES - Attach S Attach Base Bl o (psf)*
P J P (Notes 6,7,8) yp (Notes 6,7,8) Ply Y pFly
Pre-existent (re-roof
only), min. 2-inch, ) .
V), mi . (Optional) Repair Min. 0.5-inch DensDeck TPOFB-HA,
) cellular lightweight . ) Prime, SECUROCK Gypsum- :
Min. 22 ga., concrete LWC spalls with (Optional) One or more LRFIA or Fib ;{  Board yP LRFIA or BP-CA6 | (Optional) | TPOFB-PEBATF,
LWC36. | type BV, Grade | . . o | Celcore SBS layer(s), min. 1-inch Trisotech | LRFIABG), | (o nooy oo™ o LRFIA(BG), | orSBS- | BP-CA6or | TPOFB-PSFAor | -82.5
40 steel . P ) P (Sanded Bonding G, Trisotech CGF or Trisotech 6-inch o.c. B £ 6-inch o.c. CA6 SBS-CA6 TPOFB-TLRA (4-
Withdrawal, Trufast Board or min. 7/16-inch .
EM-90 Base’Sheet Surface) DEXcell Cement Roof Board incho.c.)
Fastener: 170 Ibf
Pre-existent (re-roof
only), min. 2-inch, ) )
ceIIYJ)Iar lightweight (Optional) Repair (Optional) One or more M Gl o eDeck TPOFB-HA,
Min. 2,500 psi | oo LWC spalls with s ‘;r(s) i 05 inch LRFIA or ETL’“Q&SE?‘;ROEK Gypsum- | | RFIA or BP-CA6 | (Optional) | TPOFB-PEBATF,
LWC-37. | structural . | celcore SBS verts), min. . LRFIA(BG), g0y Board or LRFIA(BG), | orSBS- | BP-CAGor | TPOFB-PSFAor | -277.5
Compressive: 500 psi . Trisotech G, Trisotech CGF or . SECUROCK Cement Roof )
concrete : (Sanded Bonding ) 6-inch o.c. . r 6-incho.c. | CA6 SBS-CA6 TPOFB-TLRA (4-
Withdrawal, Trufast | ¢ ¢, Trisotech Board or min. 7/16-inch inch o.c.)
DEXcell Cement Roof Board -C.
FM-90 Base Sheet
Fastener: 170 Ibf
HOT-ASPHALT OR THERMASTIC 80 APPLIED BASE PLY:
Min. 22 Pre-existent (re-roof
in. 22 ga., - )
only), min. 2-inch, For reroof (tear-
type B, Grade cellular lightweight i i i TPOFB-HA,
ff LwcC BP-AA |
40 steel or min. ghtwetg off), repair (Optional) One or more layers, | | op\n o Min. 0.25-inch SECUROCK | LRFIA or (Optional) | rpqeq per or
LWC-38. 2 500 psi concrete spalls with Celcore | Min. 1-inch Trisotech G, LRFIA(BG) Gypsum-Fiber Roof Board | LRFIA(BG) or SBS- BP-AA or TPOFB-TLRA (4- -52.5
st’ructl?ral Compressive: 350 psi | SBS (Sanded Trisotech CGF, Trisotech e AA SBS-AA inch o.c
Withdrawal, Trufast Bonding Surface) -C.
concrete ’
Versa-Fast: 260 Ibf
Pre-existent (re-roof
only), min. 2-inch, ional . Min. 0.5-inch DensDeck
_ cellular lightweight (Optional) Repair ) Prime, DEXcell FA Glass ) TPOFB-HA,
Min. 22 ga., concrete LWC spalls with (Optional) One or more LRFIA or Mat Roof Board, SECUROCK | | con o BP-AA (Optional) TPOFB-PSFA or
LWC-39. | type BV, Grade Compressive: 500 bsi Celcore SBS layer(s), min. 1-inch Trisotech | LRFIA(BG), Gypsum-Fiber Roof Board inch c; c or SBS- BP-AA or TPOFB-TLRA (4- -82.5
40 steel ; P : P (Sanded Bonding G, Trisotech CGF or Trisotech | 6-incho.c. or SECUROCK Cement Roof - AA SBS-AA .
Withdrawal, Trufast Burface) Board or min. 7/16-inch inch o.c.)
FM-90 Base Sheet DEXcell Cement Roof Board
Fastener: 170 Ibf
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NEmoO | etc.e
TABLE 48: DECK WITH LIGHTWEIGHT CONCRETE - REROOF (TEAR-OFF)

SYSTEM TYPE A-1: LWC TO DECK, BONDED INSULATION, BONDED MULTI-PLY ROOF COVER

e Lightweight Concrete (Note 14) Base Insulation Layer Coverboard Roof Cover (Note 15) o
stem
yNo Deck (Note 1) S EYPES - Attach S Attach Base Bl o (psf)*
P J P (Notes 6,7,8) yp (Notes 6,7,8) Ply Y pFly
Pre-existent (re-roof Min. 0.125-inch TremBoard
only), min. 2-inch, (Optional) Repai AC or min. 0.5-inch
cellular lightweight ptional) Repair ional DensDeck Prime, DEXcell TPOFB-HA
Min. 2,500 psi | oo o eg & LWC spalls with fg";?:)a r)n?n”eo°5r_ms;e LRFIA or FA Glass Mat Roof Board, | oo o BP-AA | (Optional) TPSFB_PSF' or
LWC-40. | structural Compressive: 500 psi Celcore SBS T:i/soteéh G :I'ri.sotech CGF or LRFIA(BG), SECUROCK Gypsum-Fiber inch c; c or SBS- BP-AA or TPOFB-TLRA (4 -277.5
concrete mp OPUPSE L (sanded Bonding , ’ Gincho.c. | Roof Board or SECUROCK < AA SBS-AA .
Withdrawal, Trufast Surface) Trisotech Cement Roof Board or min. incho.c.)
FM-90 Base Sheet 7/16-inch DEXcell Cement
Fastener: 170 Ibf Roof Board
TORCH APPLIED BASE PLY:
Min. 22 Pre-existent (re-roof
ty[lar; 5 gfa'ae only), min. 2-inch, For reroof (tear- TPOFB-HA,
’ cellular lightweight ff ir LWC i TPOFB-PEBATF
40 steel or min. & & off), repair (Optional) One or more layers, = | | oy o Min. 0.25-inch SECUROCK | LRFIA or (Optional) ’
LWC-41. 2 500 psi concrete spalls with Celcore | Min. 1-inch Trisotech G, LRFIA(BG) Gypsum-Fiber Roof Board | LRFIA(BG) SBS-TA SBS-TA TPOFB-PSFA or -52.5
st’ructL?raI Compressive: 350 psi | SBS (Sanded Trisotech CGF, Trisotech ve TPOFB-TLRA (4-
Withdrawal, Trufast Bonding Surface) inch o.c.)
concrete
Versa-Fast: 260 Ibf
Pre-existent (re-roof
only), min. 2-inch, . . Min. 0.5-inch DensDeck
cellular lightweight (Optional) Repair Prime, DEXcell FA Glass TPOFB-HA,
Min. 22 ga., concrete LWC spalls with (Optional) One or more LRFIA or Mat Roof Board, SECUROCK LRFIA. 6 (Optional) TPOFB-PEBATF,
LWC-42. | type BV, Grade Compressive: 500 psi Celcore SBS layer(s), min. 1-inch Trisotech | LRFIA(BG), Gypsum-Fiber Roof Board inch c; c SBS-TA SBg—TA TPOFB-PSFA or -82.5
40 steel ) p : P (Sanded Bonding G, Trisotech CGF or Trisotech 6-inch o.c. or SECUROCK Cement Roof o TPOFB-TLRA (4-
Withdrawal, Trufast Surface) Board or min. 7/16-inch inch o.c.)
FM-90 Base Sheet DEXcell Cement Roof Board
Fastener: 170 Ibf
Pre-existent (re-roof
only), min. 2-inch, . . Min. 0.5-inch DensDeck
) ) cellular lightweight (Optional) Re'palr (Optional) One or more Prime, DEXcell FA Glass TPOFB-HA,
Min. 2,500 psi concrete LWC spalls with layer(s), min. 0.5-inch LRFIA or Mat Roof Board, SECUROCK LRFIA 6- (Optional) TPOFB-PEBATF,
LWC-43. | structural Compressive: 500 psi Celcore SBS Tr\i/soteclh G 'Tri'sotech CGF or LRFIA(BG), Gypsum-Fiber Roof Board inch c; c SBS-TA SBS—TA TPOFB-PSFA or -277.5
concrete mp O9PS | (qanded Bonding . ' Gincho.c. | or SECUROCK Cement Roof < TPOFB-TLRA (4-
Withdrawal, Trufast | ¢ ¢ o) Trisotech Board or min. 7/16-inch inch o.c.)
FM-90 Base Sheet DEXcell Cement Roof Board
Fastener: 170 Ibf
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ PEER-TRM-007.A.R6 for FL22216-R6 (NON-HVHZ)
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TABLE 4c: DECK WITH LIGHTWEIGHT CONCRETE - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: LWC TO DECK, MECHANICALLY ATTACHED BASE SHEET, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

System Base Sheet Roof Cover (Note 15) MDP
Deck (Note 1 LWIC (Note 14
No. eck (Note 1) Gl 1) Type | Fasteners (Note 11) | Attach Base Ply Ply Cap Ply (psf)
CELCORE (FL2037):
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Treatment: Celcore S-1
LWC: Celcore MF Cellular Concrete with . . .
22 ga, type BV, Celcore HS Rheology Modifying Admixture BURmastic Glas§ ?—mch o.c. at the.mm. 3- BP-CAS (Optional) TPOFB-PEBATF,
. . . Ply or BURmastic | Tremco FM-90 Base Sheet inch laps and 12-inch o.c. TPOFB-PSFA or
LWC-44. | Grade 40 steel; 6 ft | Thickness: Min. 2-inch . or SBS- BP-CA5S or -45.0
) ) ) Composite Ply Fastener at two (2) equally spaced TPOFB-TLRA (4-
span Compressive: Min. 440 psi CA5 SBS-CAS5 .
Sealer: Cel VA HT center rows inch o.c.)
ealer: Celcore
Surfacing: (Optional) Celcore SBS
Treatment: (Optional) Celcore S-1
LWC: Celcore MF Cellular Concrete with . . .
22 ga., type B, Celcore HS Rheology Modifying Admixture BURmastic Glas§ 7—|nch o.c. at thfa min. 3- BP-CAS (Optional) TPOFB-PEBATF,
. . . Ply or BURmastic | Tremco FM-90 Base Sheet inch laps and 7-inch o.c. at TPOFB-PSFA or
LWC-45. | Grade 33 steel; 6 ft | Thickness: Min. 2-inch . or SBS- BP-CA5S or -60.0
) ) ) Composite Ply Fastener two (2) equally spaced TPOFB-TLRA (4-
span Compressive: Min. 350 psi CA5 SBS-CAS5 .
sealer: Cel VA HT center rows inch o.c.)
ealer: Celcore
Surfacing: (Optional) Celcore SBS
Treatment: Celcore S-1
LWC: Celcore MF Cellular Concrete with | ) )
22 ga., type B, Celcore HS Rheology Modifying Admixture BURmastic Glas§ 7-|nch o.c. at th.e min. 3- BP-CAS (Optional) TPOFB-PEBATF,
. . . Ply or BURmastic | Tremco FM-90 Base Sheet inch laps and 7-inch o.c. at TPOFB-PSFA or
LWC-46. | Grade 40 steel; 6 ft | Thickness: Min. 2-inch X or SBS- BP-CA5S or -67.5
) . . Composite Ply Fastener two (2) equally spaced TPOFB-TLRA (4-
span Compressive: Min. 440 psi CA5 SBS-CAS5 .
sealer: Cel VA HT center rows inch o.c.)
ealer: Celcore
Surfacing: (Optional) Celcore SBS
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Treatment: Celcore S-1
LWC: Celcore MF Cellular Concrete with BUR v 9-inch he min. 3 TPOFB-HA,
22ga, type BY, Celcore HS Rheologyiiiggifying Admixtige PI on:;ﬁ::mazfisc Tremco FM-90 Base Sheet ir;lcrr‘\cla os',cé:t:l t12e—irr~1nclrr1"o c BP-CAG (Optional) | TPOFB-PEBATF,
LWC-47. | Grade 40steel; 6 ft | Thickness: Min. 2-inch C(Zm osite PI Fastener at twoFZZ) equally s acéd' or SBS- BP-CA6 or | TPOFB-PSFA or -45.0
span Compressive: Min. 440 psi N Y e o ey P A6 SBS-CA6 | TPOFB-TLRA (4-
Sealer: Celcore PVA inch o.c.)
Surfacing: (Optional) Celcore SBS
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TABLE 4c: DECK WITH LIGHTWEIGHT CONCRETE - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: LWC TO DECK, MECHANICALLY ATTACHED BASE SHEET, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

System Base Sheet Roof Cover (Note 15) MDP
yNo. REAS e e ] Type Fasteners (Note 11) Attach Base Ply Ply Cap Ply (psf)
Treatment: (Optional) Celcore S-1
LWC: Celcore MF Cellular Concrete with . . . TPOFB-HA,
22 ga., type B, Celcore HS Rheology Modifying Admixture gri?;ﬁ;:nfalzilsc Tremco FM-90 Base Sheet |7n-|crf]1clrr:\ os;ca;:; t7rjienr:h”:)' S-at e (Optional) | TPOFB-PEBATF,
LWC-48. Grade 33 steel; 6 ft Thickness: Min. 2-inch Cgmposite Ply Fastener two (Z;Jequally spacec.l X or SBS- BP-CA6 or | TPOFB-PSFA or -60.0
span Compressive: Min. 350 psi HT center rows CA6 SBS-CA6 TPOFB-TLRA (4-
Sealer: Celcore PVA incho.c.)
Surfacing: (Optional) Celcore SBS
Treatment: Celcore S-1
LWC: Celcore MF Cellular Concrete with . . ) TPOFB-HA,
222, typeBY, | Celcore S Rheology Modiying Admixture | JERENEDR0 | Lo o | vand meh o a | BPCAG | (Optional) | TPOFS.PEBATE,
LWC-49. Grade 40 steel; 6 ft Thickness: Min. 2-inch Cgmposite Ply Fasteher N\ (Zfequally spacea : or SBS- BP-CA6 or | TPOFB-PSFA or -67.5
span Compressive: Min. 440 psi HT cona WS CA6 SBS-CA6 TPOFB-TLRA (4-
Sealer: Celcore PVA inch o.c.)
Surfacing: (Optional) Celcore SBS
HOT-ASPHALT OR THERMASTIC APPLIED BASE PLY:
Treatment: Celcore S-1
LWC: Celcore MF Cellular Concrete with BURmastic Glass 9-inch o.c. at the min. 3 TPOFB-HA
LWC-50. éiagdaé’:gz(:ei\ll-,e i i::zs;::?;?:.ozl?iirl:ﬂodlfylng Admixture Ply or BURmastic | Tremco FM-90 Base Sheet | inch laps and 12-inch o.c. BP-AA or g?fzzr;arl) TPOFB-PSFA or 45.0
span ! Compressive: Min. 440 psi Composite Ply Fastener at two (2) equally spaced SBS-AA SBS-AA TPOFB—TLRA (4-
HT center rows inch o.c.)
Sealer: Celcore PVA
Surfacing: (Optional) Celcore SBS
Treatment: (Optional) Celcore S-1
LWC: Celcore MF Cellular Condg@gs with BURmastic Glass 7-inch o.c. at the min. 3 TPOFB-HA
LWC-51. ézragdae"?gpsieBe\I/-IG it -(;::(C:E;ZSI::S'\Fjll;:'ozlc_)ii\i:j\/lodlfylng g g Ply or BURmastic | Tremco FM-90 Base Sheet inch laps and 7-inch o.c. at | BP-AA or fSOPr_);l:r;T) TPOFB-PSFA or -60.0
span ! Compressive: Min. 350 psi Composite Ply Fastener two (2) equally spaced SBS-AA SBS-AA TPOFB—TLRA (4-
HT center rows inch o.c.)
Sealer: Celcore PVA
Surfacing: (Optional) Celcore SBS
Treatment: Celcore S-1
Lwcgaico™ MF Colgar Concrete i BURmastic Glass 7-inch o.c. at the min. 3 TPOFB-HA
LWC-52. ézragcjaé’:glgsielae\ll-IG it .(;::EE;Z::Sla?:'ozl(_)ﬁ]ycaﬂomfymg @prure Ply or BURmastic | Tremco FM-90 Base Sheet inch laps and 7-inch o.c. at | BP-AA or fSOPr_);l:r;T) TPOFB-PSFA or 675
span ! Compressive: Min. 440 psi Composite Ply Fastener two (2) equally spaced SBS-AA SBS-AA TPOFB—TLRA (4-
HT center rows inch o.c.)
Sealer: Celcore PVA
Surfacing: (Optional) Celcore SBS
TORCH-APPLIED BASE PLY:
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TABLE 4c: DECK WITH LIGHTWEIGHT CONCRETE - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: LWC TO DECK, MECHANICALLY ATTACHED BASE SHEET, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

System Base Sheet Roof Cover (Note 15) MDP
Deck (Note 1) LWIC (Note 14)
No. eck [Note C (Note Type Fasteners (Note 11) Attach Base Ply Ply Cap Ply (psf)
Treatment: Celcore S-1
LWC: Celcore MF Cellular Concrete with . . . TPOFB-HA,
22 ga., type BV, Celcore HS Rheology Modifying Admixture ;URm;th:; Glas§ T FM-90 Base Sh ?'”;flh o.c. a; tlhze'mlrr:' 3 Ovtional TPOFB-PEBATF,
LWC-53. | Grade 40 steel; 6 ft | Thickness: Min. 2-inch y or BURmastic | Tremco FM-90 Base Sheet | inchlapsand 12-inch o.c. | oo pp | (Optional) | rpnep peen of | 45 o
) . . Composite Ply Fastener at two (2) equally spaced SBS-TA
span Compressive: Min. 440 psi TPOFB-TLRA (4-
HT center rows .
Sealer: Celcore PVA incho.c.)
Surfacing: (Optional) Celcore SBS
Treatment: (Optional) Celcore S-1
LWC: Celcore MF Cellular Concrete with . . ) TPOFB-HA,
22 ga., type BV, Celcore HS Rheology Modifying Admixture ;URm:th:: Glas§ T ev-90 T _7'”;1clh oc. a(: t7h.e ";]'n' 3- Optional TPOFB-PEBATF,
LWC-54. | Grade 33 steel; 6ft | Thickness: Min. 2-inch yor BURmastic | Tremco FM-90 Base Sheet | inchlapsand 7-inch o.c.at | ¢g¢ p | (OPtional) | rpnen popn o | 600
) . . Composite Ply Fastener two (2) equally spaced SBS-TA
span Compressive: Min. 350 psi TPOFB-TLRA (4-
HT center rows .
Sealer: Celcore PVA inch o.c.)
Surfacing: (Optional) Celcore SBS
Treatment: Celcore S-1
LWC: Celcore MF Cellular Concrete with . ) ) TPOFB-HA,
22 ga., type BV, Celcore HS Rheology Modifying Admixture EIURm:jJtIRC GIas.s T e Bose Sh 7'"::‘ oc. a('; t7h.e ";]'n' 3- S TPOFB-PEBATF,
LWC-55. | Grade 40 steel; 6 ft | Thickness: Min. 2-inch y or BU mastic remco FM-90 Base Sheet inch laps and 7-inch o.c. at SBS-TA (Optional) TPOFB-PSFA o 675
) . . Composite Ply Fastener two (2) equally spaced SBS-TA
span Compressive: Min. 440 psi TPOFB-TLRA (4-
HT center rows .
Sealer: Celcore PVA inch o.c.)
Surfacing: (Optional) Celcore SBS
ELASTIZELL (FL4994):
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
LWC: Elastizell Range IlI Cellular Concrete BURmastic
. + 7-inch o.c. at 4-inch | TPOFB-PEBATF
22 ga, type BY, with zell-Crete Fibers Composite Ply Tremco Twin Loc-Nails ar:gc7—i(r)1cch?3 c ;:th: F();) BP-CAS | (Optional) | rpnes popp o
LWC-56. | Grade 40 steel; 6 ft | Thickness: Min. 2-inch HT or BURmastic ) ” - g or SBS- BP-CAS or -45.0
) . . i (min. 1.7” embed) equally spaced, staggered TPOFB-TLRA (4-
span Compressive: Min. 370 psi Composite Ply CA5 SBS-CAS5 .
R center rows inch o.c.)
Surfacing: (Optional) Celcore SBS Premium
LWC: Elastizell Range IlI Cellular Concrete BURmastic
. . -i .C. -i . B-PEB ’
22 ga., type BV, with Zell-Crete Fibers Composite Ply . . 7-inch o.¢. at 4-inch laps BP-CAS | (Optional) | 1 OFB-PEBATF
. . . . Tremco Twin Loc-Nails and 7-inch o.c. at three (3), TPOFB-PSFA or
LWC-57. Grade 80 steel; 6 ft Thickness: Min. 2-inch HT or BURmastic ; ” or SBS- BP-CAS or -105.0
) . . . (min. 1.7” embed) equally spaced, staggered TPOFB-TLRA (4-
span Compressive: Min. 430 psi Composite Ply CA5 SBS-CA5 .
R center rows inch o.c.)
Surfacing: (Optional) Celcore SBS Premium
PRE-EXISTENT CELLULAR LWC (NOTE 144):
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
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TABLE 4c: DECK WITH LIGHTWEIGHT CONCRETE - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: LWC TO DECK, MECHANICALLY ATTACHED BASE SHEET, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

System Base Sheet Roof Cover (Note 15) MDP
Deck (Note 1 LWIC (Note 14
No. eck (Note 1) Gl 1) Type Fasteners (Note 11) Attach Base Ply Ply Cap Ply (psf)
Pre-existent (re-roof only), min. 2-inch, BURmastic . .
Min. 22 ga., type cellular lightweight concrete Composite Ply Trufast Versa Fastener 2:3? |(r)1cch it:-;r;ctr\:‘lf;();) BP-CA5 (Optional) xgigggs:-z’
LWC-58. BV, 40 ksi steel; 6 ft | Compressive: 450 psi HT or BURmastic (min. 2.25”) & Plate; 3 - ! or SBS- BP-CAS or -105.0
span i Composite PI screws per plate equally spaced, staggered CA5 SBS-CA5 TPOFB-TLRA (4-
p Withdrawal: 140 Ibf p Y perp center rots inch o.c.)
Surfacing: (Optional) Celcore SBS Premium
HOT-ASPHALT OR THERMASTIC APPLIED BASE PLY:
Pre-existent, min. 2-inch, cellular i . i i
Min. 22 ga., type lightweight concrete BURmastic Glass Tremco FM-90 Base Sheet 7-inch o.c. at min. 4-inch (Optional) TPOFB-HA,
) 2 Y . ) Ply, BURmastic Fastener (1.7 in.) or or laps and 7-inch o.c. in two, | BP-AAor TPOFB-PSFA or
LWC-59. BV, 40 ksi steel;; 6 Compressive: 340 psi R . . BP-AA or -52.5
£t span th | sel . . 60 Ibf Composite Ply Tremco Twin Loc-Nail equally spaced, staggered SBS-AA SBS-AA TPOFB-TLRA (4-
P Withdrawal, selected fastener: 60 Ib HT Assembled Fastener (1.8) center rows inch o.c.)
Surfacing: (Optional) Celcore SBS
Pre-existent (re-roof only), min. 2-inch, BURmastic . .
Min. 22 ga., type cellular lightweight concrete Composite Ply Trufast Versa Fastener 9—|nch.o.c. at 4-inch laps (Optional) TPOFB-HA,
. . . . . ) and 9-inch o.c. at two (2), BP-AA or TPOFB-PSFA or
LWC-60. BV, 40 ksi steel; 6 ft | Compressive: 450 psi HT or BURmastic (min. 2.25”) & Plate; 3 BP-AA or -105.0
] . equally spaced, staggered SBS-AA TPOFB-TLRA (4-
span Withdrawal: 140 Ibf Composite Ply screws per plate SBS-AA .
. center rows inch o.c.)
Surfacing: (Optional) Celcore SBS Premium
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NEmoO | etc.e
TABLE 4p: DECK WITH LIGHTWEIGHT CONCRETE - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE F: LWC TO DECK, BONDED SINGLE-PLY ROOF COVER

System LWIC (Note 14) MDP
Deck (Note 1) Roof Cover (Note 15)
No. Type | Min. Compressive (psi) | Min. Thickness (in) (psf)
CELCORE (FL2037):
Min. 22 ga, type BV, Grade . .
LWC-61.| 33 or min. 2,500 psi Celcore Cellular Concrete, treated with Celcore PVA Curing 500 2 TPOFB-TLRA (12-inch o.c.) 675
Compound
structural concrete
Min. 22 ga, type BV, Grade . .
LWC-62. | 40 steel or min. 2,500 psi Celcore Cellular Concrete, treated with Celcore PVA Curing 500 2 TPOFB-TLRA (12-inch o.c.) -75.0
Compound
structural concrete
Min. 22 ga, type BV, Grade .
LWC-63. | 40 steel or min. 2,500 psi Celco.re Cellular Concrete, surfaced with Celcore SBS (Sanded 370 5 TPOFB-TLRA (9-inch o.c) -90.0
Bonding Surface) at 1 gal/square.
structural concrete
LWC-64. Min. 2,500 psi structural Celcore Cellular Concrete, treated with Celcore PVA Curing 275 5 TPOFB-TLRA (4-inch o.c.) 2625
concrete Compound
LWC-65. Min. 2,500 psi structural Celcore Cellular Concrete 200 2 TPOFB-PSFA -300.0
concrete
CONCRECEL (FL5584 AND FL10500):
Lwc-66. | Min- 2,500 psi structural Concrecel Concrete 200 2 TPOFB-WBBA -225.0
concrete
Lwc-67. | Min- 2,500 psi structural Concrecel Concrete 200 2 TPOFB-TLRA (4-inch o.c.) -225.0
concrete
Lwe-6s. | Min-22g3, type BY, Grade | ool concrete 290 2 TPOFB-PSFA 525
33 steel; 6 ft span
Lwc-gg, | Min- 2,500 psistructural Concrecel Concrete 200 2 TPOFB-PSFA -225.0
concrete
ELASTIZELL (FL4994):
Lwc-70, | Min- 2,500 psi structural Elastizell Range Il LWC 220 2 TPOFB-WBBA -200.0
concrete
Min. 2,500 psi structural
LWC-71. | - 420D psistructura Elastizell Range Il LWC 200 2 TPOFB-TLRA (4-inch o.c.) -210.0
concrete
Lwc-72, | Min-228a, type BV, Grade | ¢\ o1l Range Il LWC 290 2 TPOFB-PSFA 525
33 steel; 6 ft span
Lwc-73. | Min- 2283, type BV, Grade | o\ 1l Range Il LWC 160 3 TPOFB-PSFA -60.0
33 steel; 6 ft span
Min. 2,500 psi structural
LwC-74. | - 4200 pststructura Elastizell Range Il LWC 220 2 TPOFB-PSFA -200.0
concrete
MEARLCRETE (FL13492):
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NEmoO | etc.e
TABLE 4p: DECK WITH LIGHTWEIGHT CONCRETE - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE F: LWC TO DECK, BONDED SINGLE-PLY ROOF COVER

System LWIC (Note 14 MDP
Deck (Note 1) Roof Cover (Note 15)
No. Type Min. Compressive (psi) Min. Thickness (in) (psf)

Min. 22 ga., type BV, Grade

LWC75. | 33 aire fe apan Mearlcrete 300 2 TPOFB-WBBA 52.5

Lwc-7e, | Min- 2,500 psi structural Mearlcrete 290 2 TPOFB-WBBA -205.0
concrete

twc-77. | Min- 2,500 psi structural Mearlcrete 730 2 TPOFB-TLRA (6-inch o.c.) -45.0
concrete

Lwc.7g. | Min-22ga, type BV, Grade |\ o 300 2 TPOFB-TLRA (4-inch o.c.) 525
33 steel; 6 ft span

Lwc-79, | Min- 2,500 psi structural Mearlcrete 200 2 TPOFB-TLRA (4-inch o.c.) 270.0
concrete

Lwc-go, | Min-22ga, type BV, Grade |\ ote 300 2 TPOFB-PSFA 525
33 steel; 6 ft span

Lwc-g1, | Min- 2,500 psi structural Mearlcrete 290 2 TPOFB-PSFA -205.0
concrete

SIPLAST INSULCEL (NOA 23-1219.03):

Lwc-g2. | Min- 2,500 psi structural Insulcel 200 2 TPOFB-TLRA (4-inch o.c.) 270.0
concrete

Lwc-g3, | Min- 2,500 psi structural Insulcel 200 2 TPOFB-PSFA 2700
concrete

PRE-EXISTENT CELLULAR LWC (NOTE 14A):

Min. 22 ga., type BV, Grade Pre-existent, min. 2-inch, cellular lightweight concrete

LWC-84. 180 2 TPOFB-WBBA -52.5
33 steel; 6 ft span Withdrawal, Tremco FM-90 Base Sheet Fastener (1.7 in.): 97 Ibf
LWC-85. Min. 2,500 psi structural PF'E-EXIStEnt, min. 2-inch, cellular lightweight concret? 180 5 TPOFB-WEBBA 1025
concrete Withdrawal, Tremco FM-90 Base Sheet Fastener (1.7 in.): 97 Ibf
in. i Pre-existent, min. 2-inch, cellular lightweight concrete .
Lwc-ge, | Min- 2500 psistructural , R e , 180 2 TPOFB-TLRA (4-inch o.c.) -92.5
concrete Withdrawal, Tremco FM-90 Base Sheet Fastener (1.7 in.): 97 Ibf
Min. 22 ga., type BV, Grade Pre-existent, min. 2-inch, cellular lightweight concrete
LWC-87. 180 2 TPOFB-PSFA -52.5
33 steel; 6 ft span Withdrawal, Tremco FM-90 Base Sheet Fastener (1.7 in.): 97 Ibf
LWC-88. Min. 2,500 psi structural Prfe-existent, min. 2-inch, cellular lightweight concret(? 180 ) TPOFB-PSFA 1025
concrete Withdrawal, Tremco FM-90 Base Sheet Fastener (1.7 in.): 97 Ibf
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TABLE 4e: DECK WITH LIGHTWEIGHT CONCRETE - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE F: LWCTO DECK, BONDED MULTI-PLY ROOF COVER

LWIC (Note 14) Roof Cover (Note 15)
System - - - MDP
No Deck (Note 1) e Min. Compressive Min. S—_ Pl T (psf)
P (psi) Thickness (in) Y Y PPl
CELCORE (FL2037):
TREMCO LR ADHESIVE APPLIED BASE PLY:

Min. 22 ga, type BV, Treatment: (Optional) Celcore S-1 BURmastic Composite Ply HT, BURmastic | (Optional) BP-CAS5,

LWC-89 Grade 40 steel; 6 ft LWC: Celcore Cellular Concrete 500 5 Composite Ply Premium in Tremco LR SBS-CAS5, BP-CA6, TPOFB-TLRA (12-inch 90.0

"| spanormin. 2,500 psi | Sealer: Celcore PVA Adhesive, ribbons 9-inch o.c. Laps SBS-CA6, BP-AA, o.c.) ’

structural concrete Surfacing: (Optional) Celcore SBS sealed with Tremco LF Adhesive. SBS-AA or SBS-TA

TABLE 4r: DECK WITH LIGHTWEIGHT CONCRETE - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: VAPOR BARRIER TO DECK, LWC, BONDED ROOF COVER

System Deck . . . Roof Cover (Note 15) MDP
Primer Vapor Barrier LWC (Note 14) Prime / Treat
No. (Note 1) P / Base Ply | Cap Ply (psf)
TREMPLY TPO FB IN TREMCO LR ADHESIVE:
Min. 2 i Min. i, min. 2-inch | PVA TPOFB-TLRA
Lwc-go, | Min: 2200 psi ASTM D41 POWERply SBS Base HW | Heat welded | v 00 Psh mif. 2-inch, Celcore None o -75.0
structural concrete Celcore Cellular Concrete Curing Compound (12-inch o.c.)
. . . . . BURmastic Composite Ply HT,
Min. 2 Min. N . 2-inch, | PVA . . - TPOFB-TLRA
twc-o1, | Min- 2,500 psi ASTM D41 POWERply SBS Base HW | Heat welded | MM 200 Psi, min. 2-inc Celcore BURmastic Composite Ply Premium, Of -90.0
structural concrete Celcore Cellular Concrete Curing Compound ) (12-inch o.c.)
T-LRA (9-inch o.c.)
Min. 2 i Min. 34 i, min. 2-inch, | PVA TPOFB-TLRA
Lwc-g2, | Min- 2,500 psi ASTM D41 POWERply SBS Base HW | Heat welded | MM 343 Psi, min. 2-inc Celcore None 0 -157.5
structural concrete Celcore Cellular Concrete Curing Compound (4-inch o.c.)
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TABLE 5A: CEMENTITIOUS WOOD FIBER DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED SINGLE-PLY ROOF COVER

Base Insulation Layer Top Insulation Layer
System Deck e il Roof Cover MDP
No. (Note 1) T ac T ac (Note 15) sf
yee (Notes 6,7,8) yee (Notes 6,7,8)
TREMPLY TPO:
One or more layers, min. 1.5-inch Trisotech G, Trisotech LRFIA or Min. 0.25-inch DensDeck Prime or LRFIA or TPO-BA, TPO-
CWF-1. | Min. 2-inch Tectum Plank CGF or Trisotech LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board | LRFIA(BG) BALVS, TPO-LVBA -90.0
or TPO-WBBA
TREMPLY TPO FB:
. . (Optional) One or more layers, min. 1.5-inch Trisotech G, LRFIA or Min. 0.25-inch SECUROCK Gypsum- LRFIA or TPOFB-TLRA (12-
CRESCI| Min. 2-inch Tectum Plank Trisotech CGF or TrisotechGAF EnergyGuard LRFIA(BG) Fiber Roof Board LRFIA(BG) inch o.c.) 45.0
CWE-3 Min. 2-inch Tectumn Plank One or more layers, min. 1.5-inch Trisotech G, Trisotech LRFIA or Min. 0.25-inch DensDeck Prime or LRFIA or K/’SBF:::AT'SSBFB_ 900
’ ’ CGF or Trisotech LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board LRFIA(BG) . ’
TLRA (4-inch o.c.)
TREMPLY TPO FB APPLIED IN POWERPLY ENDURE BIO ADHESIVE TF OR TREMCO PSF ADHESIVE:
. . One or more layers, min. 1.5-inch Trisotech G, Trisotech LRFIA or Min. 0.25-inch DensDeck Prime or LRFIA or TPOFB-PEBATF or
SAS| M- 2-inch Tectum Plank CGF or Trisotech LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board LRFIA(BG) TPOFB-PSFA -90.0
LRFIA or LRFIA or
. . (Optional) One or more layers, min. 1.5-inch Trisotech G, Min. 0.5-inch DensDeck Prime or TPOFB-PEBATF or
CWF-5. Min. 2-inch Tectum Plank Trisotech CGF or Trisotech .LRFIA(BG)' 6 SECUROCK Gypsum-Fiber Roof Board !'RFIA(BG)’ 6 TPOFB-PSFA 1125
inch o.c. inch o.c.
Min. 0.25-inch DensDeck Prime,
LRFIA or DEXcell FA Glass Mat Roof Board or LRFIA or TPOFB-PEBATF or
CWF-6. Min. 2-inch Tectum Plank Min. 1.5-inch Trisotech, Trisotech G LRFIA(BG), 4- | SECUROCK Gypsum-Fiber Roof Board LRFIA(BG), 4- -222.5
. . . . TPOFB-PSFA
inch o.c. or min. 7/16-inch DEXcell Cement Roof inch o.c.
Board
Min. 0.25-inch DensDeck Prime, DEXcell FA Glass Mat Roof LRFIA or TPOFB-PEBATE or
CWEF-7. Min. 2-inch Tectum Plank Board or SECUROCK Gypsum-Fiber Roof Board or min. 7/16- | LRFIA(BG), 4- | None N/A -303.5
. . TPOFB-PSFA
inch DEXcell Cement Roof Board inch o.c.
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TABLE 58: CEMENTITIOUS WOOD FIBER DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck pre—_s s MDP
No. Note 1 ac ac sf
(Note 1) Type Notes 6.7 8 Type Notes 6.7 8 Base Ply Ply Cap Ply
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
cwrg | Min- 2-inch ﬁ:: ?:Is:‘:;i;aéeﬁls“;t'zc;c oF | LRRIAOY Min. 0.25-inch DensDeck Prime or LRFIA or BP-CAS or | (Optional) BP- TPOFB-PEBATF, TPOFB-PSFA or 825
" | Tectumplank | M1 TR0 B LRFIA(BG) | SECUROCK Gypsum-Fiber Roof Board | LRFIA(BG) | SBS-CA5 | CASorSBS-CAS | TPOFB-TLRA (4-inch o.c.) :
CWES Min. 2-inch ﬁ:ﬁ ?:Iz)ct’;‘z;aée;ils';‘t'zc;é’GF LRFIA or Min. 0.25-inch DensDeck Prime or LRFIA or BP-CAS or | (Optional) BP- TPOFB-PEBATF, TPOFB-PSFA or 900
’ Tectum Plank or Trisotech ! LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board LRFIA(BG) SBS-CA5 CAS or SBS-CAS TPOFB-TLRA (4-inch o.c.) ’
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
cWF10. | Min. 2-inch ﬁ:ﬁ ‘T’:Igfgi;aée;ilsrgt'zc;c o | LRFIAOr | Min. 0.25-inch DensDeck Prime or LRFIAOr | BP-CAGor | (Optional) BP- | TPOFB-HA, TPOFB-PEBATF, TPOFB- | .
’ Tectum Plank or Trisotech ! LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board LRFIA(BG) SBS-CA6 CAG6 or SBS-CA6 PSFA or TPOFB-TLRA (4-inch o.c.) ’
W11 | Min.2-inch Icr::E ?:Igfgi;aéeﬁlsrgt'zc;é’GF LRFIA or Min. 0.25-inch DensDeck Prime or LRFIA or BP-CA6 or | (Optional) BP- TPOFB-HA, TPOFB-PEBATF, TPOFB- | o
’ Tectum Plank or Trisotech ! LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board LRFIA(BG) SBS-CA6 CAG6 or SBS-CA6 PSFA or TPOFB-TLRA (4-inch o.c.) ’
HoT-ASPHALT OR THERMASTIC 80 APPLIED BASE PLY:
CWF-12 Min. 2-inch SEE ‘Ol':isr,rc])(t);iflaée‘il"sr’isnc:tlz;:;-CGF LRFIA or Min. 0.25-inch DensDeck Prime or LRFIA or BP-AA or (Optional) BP-AA | TPOFB-HA, TPOFB-PSFA or TPOFB- 825
' Tectum Plank or Trisotech ! LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board LRFIA(BG) SBS-AA or SBS-AA TLRA (4-inch o.c.) '
cWE.13. | Min.2-inch S:c'ﬁ (T):lxzrlaéeﬁ.snc:th;éGF LRFIA or Min. 0.25-inch DensDeck Prime or LRFIA or BP-AAor | (Optional) BP-AA | TPOFB-HA, TPOFB-PSFA or TPOFB- | o
' Tectum Plank or Trisotech ! LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board LRFIA(BG) SBS-AA or SBS-AA TLRA (4-inch o.c.) '
TORCH-APPLIED BASE PLY:
W14, | Min.2-inch S\ZE (T)L:c]:t);irlaéeﬁusnc:tlZc;c o | LRRIAOr Min. 0.25-inch DensDeck Prime or LRFIA or SBS.TA (Optional) SBS- | TPOFB-HA, TPOFB-PEBATF, TPOFB- | .
' Tectum Plank or Trisotech ! LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board LRFIA(BG) TA PSFA or TPOFB-TLRA (4-inch o.c.) '
cwpgs. | Min. 2-inch ﬁ:ﬁ 'Ol':lz:t);ir:age';snsn;lzdl\gGF LRFIAor | Min. 0.25-inch DensDeck Prime or LRFIAor | (oo | (Optional) SBS- | TPOFB-HA, TPOFB-PEBATF, TPOFB- | .
’ Tectum Plank or Trisotech ! LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board LRFIA(BG) TA PSFA or TPOFB-TLRA (4-inch o.c.) ’
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TABLE 5¢c: CEMENTITIOUS WOOD FIBER DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED MULTI-PLY ROOF COVER

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
Vapor
System Deck CI—. Barrier Attach Attach MDP
No.
o (Note 1) Type Note 11 Attach (Note 15) Type (;l;)tses Type (gk;tses Base Ply Ply Cap Ply (psf)
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
BURmastic Tremco G-inch o.c. at 4-
Min.2- | Composite Ply HT | TwinLoc- | Mehfapsand12- 1 o ooy | (Optional) Min. LRFIA or Min. 0.5-inch DensDeck | | oy o BP-CA5 | (Optional) | TOFB-PEBATF,
inch . . . inch o.c. at four 1.5-inch Trisotech Prime or SECUROCK TPOFB-PSFA or
CWF-16. Tectum or BURmastic Nails (min. (a), equall BP-CAS or G. Trisotech CGF LRFIA(BG), Gypsum-Fiber Roof LRFIA(BG), or SBS- BP-CAS or TPOFB-TLRA (4- -75.0
Composite Ply 1.8-inch » equally SBS-CAS o 6-incho.c. | YP 6-incho.c. | CAS SBS-CAS _
Plank ; spaced center or Trisotech Board inch o.c.)
Premium embed)
rows
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
6-inch o.c. at 4-
) BURmastic Tremco . . . . ' TPOFB-HA,
I“:;:] 2| Composite Ply HT | Twin Loc- ::E: f‘c’s:t"i 33 goff_tifcr;a?ri':g:éch LRFIA or m;?ﬁ:fr-?ggu?gél? ek | (RFiAor | BP-CA6 | (Optional) | TPOFB-PEBATF,
CWEF-17. Tectum or BURmastic Nails (min. (), e -u;all None G. Trisotech CGF LRFIA(BG), Gvbsum-Fiber Roof LRFIA(BG), or SBS- BP-CA6 or TPOFB-PSFA or -75.0
Composite Ply 1.8-inch » equally o 6-incho.c. | YP 6-incho.c. | CA6 SBS-CA6 | TPOFB-TLRA (4-
Plank . spaced center or Trisotech Board .
Premium embed) inch o.c.)
rows
HOT-ASPHALT OR THERMASTIC 80 APPLIED BASE PLY:
BURmastic Tremco 6-inch o.c. at 4-
Min. 2- ; . inch laps and 12- | (Optional) (Optional) Min. Min. 0.5-inch DensDeck . TPOFB-HA,
- nal
inch Composite P.Iy HT Tw‘|n Loc‘ inch o.c. at four BP-AA, SBS- 1.5-inch Trisotech . Prime or SECUROCK LRFIA or BP-AA or (Optional) TPOFB-PSFA or
CWF-18. or BURmastic Nails (min. ) LRFIA(BG), . LRFIA(BG), BP-AA or -75.0
Tectum . . (4), equally AA or SBS- G, Trisotech CGF ) Gypsum-Fiber Roof R SBS-AA TPOFB-TLRA (4-
Composite Ply 1.8-inch . 6-inch o.c. 6-inch o.c. SBS-AA .
Plank . spaced center TA or Trisotech Board inch o.c.)
Premium embed)
rows
Min. 0.125-inch
6-inch o.c. at 4-
BURmastic Tremco TremBoard AC or min.
in. 2- i ) i . TPOFB-HA,
.Mm 2 Composite Ply HT Twin Loc- !nch laps apgg® (ORpcE) Min. 1.5-inch 0.25-inch DensDeck (Optional)
inch . . . inch o.c. at four BP-AA, SBS- \ Hot X Hot BP-AA or TPOFB-PSFA or
CWF-19. or BURmastic Nails (min. Trisotech G or Prime, DEXcell FA Glass BP-AA or -75.0
Tectum . : (4), equally AA or SBS- X asphalt asphalt SBS-AA TPOFB-TLRA (4-
Plank Composite Ply 1.8-inch cpaced center TA Trisotech Mat Roof Board or SBS-AA inch
Premium embed) rgws SECUROCK Gypsum- incho.c)
Fiber Roof Board
TORCH-APPLIED BASE PLY:
6-inch o.c. at 4-
BURmastic Tremco TPOFB-HA,
in. 2- R R i 12- i i in. in. 0.5-i DensD
Min Composite Ply HT | TwinLoc- | "M 1aps and 12- | (Optional) | (Optional) Min LRFIAor | Min:0.5-inch Densbeck | pp o . TPOFB-PEBATF,
inch . . . inch o.c. at four BP-AA, SBS- 1.5-inch Trisotech Prime or SECUROCK (Optional)
CWF-20. or BURmastic Nails (min. ) LRFIA(BG), . LRFIA(BG), SBS-TA TPOFB-PSFA or -75.0
Tectum . N (4), equally AA or SBS- G, Trisotech CGF . Gypsum-Fiber Roof K SBS-TA
Composite Ply 1.8-inch . 6-inch o.c. 6-inch o.c. TPOFB-TLRA (4-
Plank . spaced center TA or Trisotech Board .
Premium embed) ol inch o.c.)
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TABLE 5¢c: CEMENTITIOUS WOOD FIBER DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED MULTI-PLY ROOF COVER

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
Vapor
System Deck CI—. Barrier Attach Attach MDP
No.
o (Note 1) Type Note 11 Attach (Note 15) Type !::;t:s Type (g;tges Base Ply Ply Cap Ply (psf)
Min. 2- BURmastic Tremco :i:::clr; os.,cé:cti 1-2- (Optional) glel:sgezj(rﬁ;e TPOFB-HA,
N Composite Ply HT Twin Loc- . P P Min. 1.5-inch . . TPOFB-PEBATF,
inch ) . ) inch o.c. at four BP-AA, SBS- . Hot DEXcell FA Glass Mat Hot (Optional)
CWEF-21. or BURmastic Nails (min. Trisotech G or SBS-TA TPOFB-PSFA or -75.0
Tectum Composite Pl 1.8-inch (4), equally AA or SBS- Trisotech asphalt Roof Board or asphalt SBS-TA TPOFB-TLRA (4
Plank Prempium 4 e;'nbed) spaced center TA SECUROCK Gypsum- . B (4-
rows Fiber Roof Board incho.c)

TABLE 5p: CEMENTITIOUS WOOD FIBER DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED SINGLE-PLY ROOF COVER

o Sl R Top Insulation Layer
. Note 3, Note 13 ype asteners (Note 11 Note 17
i ) . . Min. 1-inch Structodek High . . .
CWE-22. EX}stlng. (re-roof) M!n. 1.5-inch Trisotech G, Density Fiberboard Roof Tremco Twin Loc-Nail Assembled Fastener; min. 1- 1 per21.8 TPOEB-HA 37.5%
Min. 2-inch Tectum | Trisotech ! inch embedment ft
Insulation
L . . . Min. 1-inch Structodek High . ” .
CWE-23. Ex'lstmg. (re-roof) M!n. 1.5-inch Trisotech G, Density Fiberboard Roof Trufast TL Fas.tener with Trufast TL 3” Insulation 1 perzZ.O TPOEB-HA -45.0*
Min. 2-inch Tectum | Trisotech ! Plate, min. 2-inch embedment ft
Insulation
L . . . Min. 1-inch Structodek High ) . .
CWE-24. Ex'lstlng. (re-roof) M!n. 1.5-inch Trisotech G, Density Fiberboard Roof Tremco Twin Loc-Nail Assembled Fastener, min. 1- 1 per21.3 TPOFB-HA -45.0%
Min. 2-inch Tectum | Trisotech . inch embedment ft
Insulation
: . ) Min. 2-inch GAF ) . :
Min. 3-inch Tectum | (Optional) One or more layers, . Tremco Twin Loc-Nail Assembled Fastener (min. 1.8- 1per1.3 | TPO-BA, TPO-LVBA or TPO-
CWEF-25. - EnergyGuard Polyiso . ) -52.5
1 Plank any combination X inch embedment) ft BALV3
Insulation
) . . Min. 2-inch GAF ) . ]
CWE-26. Min. 3-inch Tectum (Optlonal)' On'e or more layers, EnergyGuard Polyiso Tremco Twin Loc-Nail Assembled Fastener (min. 1.8- 1perl.3 TPOFB-TLRA (4-inch o.c) 525
| Plank any combination Insulation inch embedment) ft2

TABLE 5e: CEMENTITIOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED SINGLE-PLY ROOF COVER

Roof Cover (Note 15
System No. Deck (Note 1) Primer / Treatment (Note 15) MDP (psf)
CWEF-27. Min. 2-inch Tectum | Plank None TPOFB-CRA -127.5
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TABLE 6A: GYPSUM DECKS - REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED SINGLE-PLY ROOF COVER

G Deck Base Insulation Layer Top Insulation Layer R
ystem ec Attach Attach Roof Cover (Note 15) (psf)
No. (Note 1, Note 12) Type Type sf
(Note 6,7,8) (Note 6,7,8)
TREMPLY TPO / TREMPLY BONDING ADHESIVE OR TREMPLY TPO BONDING ADHESIVE LV3
(Optional) One or more layers, min. 0.5-inch Trisotech G, R . ) .
G-1. Existing gypsum deck Trisotech CGF, Trisotech or min. 1-inch Styrofoam Brand LRFIA or Mm' 0.5-inch Structodek High Density LRFIA or TPO-BA or TPO-BALV3 -82.5
X LRFIA(BG) Fiberboard Roof Insulation LRFIA(BG)
Roofmate, Highload 60 or Plazamate
(Optional) One or more layers, min. 0.5-inch Trisotech G, Min. 0.5-inch GAF EnergyGuard HD
- h . K . LRFIA or X LRFIA or
G-2. Existing gypsum deck Trisotech CGF, Trisotech or min. 1-inch Styrofoam Brand Polyiso Cover Board, GAF EnergyGuard TPO-BA or TPO-BALV3 -97.5
. LRFIA(BG) . LRFIA(BG)
Roofmate, Highload 60 or Plazamate HD Plus Polyiso Cover Board
(Optional) One or more layers, min. 0.5-inch Trisotech G, < . .
G-3. | Existing gypsum deck | Trisotech CGF, Trisotech or min. 1-inch Styrofoam Brand LRFIA B .2 Wb UEnsDeck Priine or LRFIA TPO-BA or TPO-BALV3 -150.0
. SECUROCK Gypsum-Fiber Roof Board
Roofmate, Highload 60 or Plazamate
(Optional) One or more layers, min. 0.5-inch Trisotech G, . . .
G-4 Existing gypsum deck | Trisotech CGF, Trisotech or min. 1-inch Styrofoam Brand LRFIA(BG) | "in- 0-25-inch DensDeck Prime or LRFIA(BG) | TPO-BA or TPO-BALV3 -210.0
. SECUROCK Gypsum-Fiber Roof Board
Roofmate, Highload 60 or Plazamate
. . . . Min. 0.25-inch DensDeck Prime or
G-5. Existing gypsum deck One or more layers, min. 1.5-inch, min. 1.25 pcf Insulfoam Polyset CRA SECUROCK Gypsum-Fiber Roof Board Polyset CRA | TPO-BA or TPO-BALV3 -87.5
G-6. Existing gypsum deck One or more layers, min. 1.5-inch, min. 1.5 pcf Insulfoam Polyset CRA PMr:rr;;J.ZS-mch DensDeck or DensDeck Polyset CRA | TPO-BA or TPO-BALV3 -130.0
G-7. | Existinggypsumdeck | One or more layers, min. 1.5-inch, min. 1.5 pcf Insulfoam Polyset CRA | Min- 0-25-inch SECUROCK Gypsum- Polyset CRA | TPO-BA or TPO-BALV3 -180.0
Fiber Roof Board
Min. 0.25-inch SECUROCK -
G-8. Existing gypsum deck One or more layers, min. 1.5-inch, min. 2.0 pcf Insulfoam Polyset CRA 'm 0.25-inch SECUROCK Gypsum Polyset CRA | TPO-BA or TPO-BALV3 -240.0
Fiber Roof Board
TREMPLY TPO / TREMPLY WB BONDING ADHESIVE:
(Optional) One or more layers, min. 0.5-inch Trisotech G, LREIA or Min. 0.5-inch GAF EnergyGuard HD LREIA or
G-9. Existing gypsum deck Trisotech CGF, Trisotech or min. 1-inch Styrofoam Brand LRFIA(BG) Polyiso Cover Board, GAF EnergyGuard LRFIA(BG) TPO-WBBA -97.5
Roofmate, Highload 60 or Plazamate HD Plus Polyiso Cover Board
(Optional) One or more layers, min. 0.5-inch Trisotech G, . . .
.0.25- DensD
G-10. Existing gypsum deck Trisotech CGF, Trisotech or min. 1-inch Styrofoam Brand LRFIA Min. 0.25-inch Dens .ECk Prime or LRFIA TPO-WBBA -150.0
. SECUROCK Gypsum-Fiber Roof Board
Roofmate, Highload 60 or Plazamate
(Optional) One or more layers, min. 0.5-inch Trisotech G, . . .
G-11. | Existing gypsumdeck | Trisotech CGF, Trisotech or min. 1-inch Styrofoam Brand LRFIA(BG) | M- 0-25-inch DensDeck Prime or LRFIA(BG) | TPO-WBBA 210.0
. SECUROCK Gypsum-Fiber Roof Board
Roofmate, Highload 60 or Plazamate
G-12. Existing gypsum deck One or more layers, min. 1.5-inch, min. 1.25 pcf Insulfoam Polyset CRA | Min. 0.25-inch DensDeck Prime Polyset CRA | TPO-WBBA -87.5
G-13. Existing gypsum deck One or more layers, min. 1.5-inch, min. 1.5 pcf Insulfoam Polyset CRA | Min. 0.25-inch DensDeck Prime Polyset CRA | TPO-WBBA -130.0

TREMPLY TPO / TREMPLY TPO LV BONDING ADHESIVE
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TABLE 6A: GYPSUM DECKS - REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED SINGLE-PLY ROOF COVER

NEmoO | etc.e

G Deck Base Insulation Layer Top Insulation Layer R
ystem ec Attach Attach Roof Cover (Note 15) (psf)
No. (Note 1, Note 12) Type Type sf
(Note 6,7,8) (Note 6,7,8)
(Optional) One or more layers, min. 0.5-inch Trisotech G, . . . .
G-14. Existing gypsum deck Trisotech CGF, Trisotech or min. 1-inch Styrofoam Brand LRFIA or Mm' 0.5-inch Structode!( High Density QL o TPO-LVBA -82.5
X LRFIA(BG) Fiberboard Roof Insulation LRFIA(BG)
Roofmate, Highload 60 or Plazamate
(Optional) One or more layers, min. 0.5-inch Trisotech G, LREIA or Min. 0.5-inch GAF EnergyGuard HD LRFIA or
G-15. Existing gypsum deck Trisotech CGF, Trisotech or min. 1-inch Styrofoam Brand LRFIA(BG) Polyiso Cover Board, GAF EnergyGuard LRFIA(BG) TPO-LVBA -97.5
Roofmate, Highload 60 or Plazamate HD Plus Polyiso Cover Board
(Optional) One or more layers, min. 0.5-inch Trisotech G, . . .
h . K . Min. 0.25-inch DensDeck P
G-16. | Existing gypsum deck | Trisotech CGF, Trisotech or min. 1-inch Styrofoam Brand LRFIA in. CXnch Jegppechggme or LRFIA TPO-LVBA -150.0
. SECUROCK Gypsum-Fiber Roof Board
Roofmate, Highload 60 or Plazamate
(Optional) One or more layers, min. 0.5-inch Trisotech G, . . .
G-17. Existing gypsum deck Trisotech CGF, Trisotech or min. 1-inch Styrofoam Brand LRFIA(BG) MITIER25- T DensD.eck Prime or LRFIA(BG) TPO-LVBA -210.0
. SECUROCK Gypsum-Fiber Roof Board
Roofmate, Highload 60 or Plazamate
. . . . Min. 0.25-inch DensDeck Prime or
G-18. Existing gypsum deck One or more layers, min. 1.5-inch, min. 1.25 pcf Insulfoam Polyset CRA SECUROCK Gypsum-Fiber Roof Board Polyset CRA | TPO-LVBA -87.5
G-19. Existing gypsum deck One or more layers, min. 1.5-inch, min. 1.5 pcf Insulfoam Polyset CRA | Min. 0.25-inch DensDeck Prime Polyset CRA | TPO-LVBA -130.0
Min. 0.25-inch SECUROCK G -
G-20. Existing gypsum deck One or more layers, min. 1.5-inch, min. 1.5 pcf Insulfoam Polyset CRA R n inc ypsum Polyset CRA | TPO-LVBA -180.0
Fiber Roof Board
G-21. Existing gypsum deck One or more layers, min. 1.5-inch, min. 2.0 pcf Insulfoam Polyset CRA Mm' 0.25-inch SECUROCK Gypsum- Polyset CRA | TPO-LVBA -240.0
Fiber Roof Board
TREMPLY TPO FB APPLIED IN POWERPLY ENDURE BIO ADHESIVE TF OR TREMCO PSF ADHESIVE:
(Optional) One or more layers, min. 0.5-inch Trisotech G, . . .
G-22. | Existing gypsumdeck | Trisotech CGF, Trisotech or min. 1-inch Styrofoam Brand LRFIA Min. 0.25-inch DensDeck Prime or LRFIA TPOFB-PEBATF or TPOFB-PSFA | -150.0
. SECUROCK Gypsum-Fiber Roof Board
Roofmate, Highload 60 or Plazamate
(Optional) One or more layers, min. 0.5-inch Trisotech G, . . .
.0.25- DensD
G-23. Existing gypsum deck Trisotech CGF, Trisotech or min. 1-inch Styrofoam Brand LRFIA(BG) Min. 0.25-inch Dens gck Prime or LRFIA(BG) TPOFB-PEBATF or TPOFB-PSFA -210.0
X SECUROCK Gypsum-Fiber Roof Board
Roofmate, Highload 60 or Plazamate
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TABLE 68: GYPSUM DECKS - REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED MULTI-PLY ROOF COVER

NEmoO | etc.e

Roof Board

inch o.c.)

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Attach Attach Cap Ply MDP
No. Note 1, Note 12 ac ac (psf)
(Note ote 12) Type (Notes 6,7,8) Type (Notes 6,7,8) Base Ply Ply
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
G-24 Existing gypsum | Min. 0.5-inch Trisotech G, LRFIA or Min. 0.25-inch SECUROCK Gypsum-Fiber | LRFIA or BP-CAS or g?,’?éf;zl: TPOFB-PEBATF, TPOFB-PSFA or 1575
’ deck Trisotech CGF or Trisotech LRFIA(BG) Roof Board LRFIA(BG) SBS-CA5 SBS-CAS TPOFB-TLRA (4-inch o.c.) ’
L . ) . . . . (Optional)
G-25 Existing gypsum | Min. 0.5-inch Trisotech G, LRFIA or Min. 0.5-inch Structodek HD with LRFIA or BP-CAS or BP-CAS or TPOFB-PEBATF, TPOFB-PSFA or -165.0
’ deck Trisotech CGF or Trisotech LRFIA(BG) Primed Red Coating LRFIA(BG) SBS-CA5 SBS-CAS TPOFB-TLRA (4-inch o.c.) ’
Existing gypsum | Min. 0.5-inch Trisotech G LRFIA or LRFIA or Bp-CAS or | (OPtional) TPOFB-PEBATF, TPOFB-PSFA or
626 deck Trisotech CGF or Trisotech LRFIA@BG) | Min- 0-25-inch DensDeck Prime LRFIABG) | SBS-CAS SBg;éAssor TPOFB-TLRA (4-inch o.c.) 2023
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
G-27 Existing gypsum | Min. 0.5-inch Trisotech G, LRFIA or Min. 0.5-inch Structodek HD with LRFIA or BP-CA6 or g?féfgi:: IESEE:ESAF'ATZ?iEgFE;ﬁ;A (4- -165.0
’ deck Trisotech CGF or Trisotech LRFIA(BG) Primed Red Coating LRFIA(BG) SBS-CA6 . '
SBS-CA6 inch o.c.)
G-28 Existing gypsum | Min. 0.5-inch Trisotech G, LRFIA or Min. 0.25-inch DensDeck Prime or LRFIA or BP-CA6 or f;’_)(t:fgil: IEgEE:E:E;E?_EEg:;?I;’A (4- 2025
: deck Trisotech CGF or Trisotech LRFIA(BG) SECUROCK Gypsum-Fiber Roof Board LRFIA(BG) SBS-CA6 . ’
SBS-CA6 inch o.c.)
HOT-ASPHALT OR THERMASTIC 80 APPLIED BASE PLY:
6-29 Existing gypsum | Min. 0.5-inch Trisotech G, LRFIA or Min. 0.5-inch Structodek HD with LRFIA or BP-AA or gl));_):zr;arl) TPOFB-HA, TPOFB-PSFA or TPOFB- -165.0
’ deck Trisotech CGF or Trisotech LRFIA(BG) Primed Red Coating LRFIA(BG) SBS-AA SBS-AA TLRA (4-inch o.c.) '
Min. 0.25-inch SECUROCK Gypsum-Fiber (Optional)
6-30 Existing gypsum | Min. 0.5-inch Trisotech G, LRFIA or Roof Board or min. 0.5-inch SECUROCK LRFIA or BP-AA or BPF—)AA or TPOFB-HA, TPOFB-PSFA or TPOFB- -180.0
’ deck Trisotech CGF or Trisotech LRFIA(BG) Cement Roof Board or min. 7/16-inch LRFIA(BG) SBS-AA TLRA (4-inch o.c.) ’
SBS-AA
DEXcell Cement Roof Board
TORCH-APPLIED BASE PLY:
631 Existing gypsum | Min. 0.5-inch Trisotech G, LRFIA or Min. 0.25-inch SECUROCK Gypsum-Fiber | LRFIA or SBS-TA (Optional) xgig:ESAFI;Z?;EgFE:—?I;A (4- -180.0
’ deck Trisotech CGF or Trisotech LRFIA(BG) Roof Board LRFIA(BG) SBS-TA inch o.c.) ’
Min. 0.5-inch SECUROCK Cement Roof TPOFB-HA, TPOFB-PEBATF,
Existing gypsum | Min. 0.5-inch Trisotech G, LRFIA or . X LRFIA or (Optional) ’ §
G-32. deck Trisotech CGF or Trisotech LRFIA(BG) Board or min. 7/16-inch DEXcell Cement LRFIA(BG) SBS-TA SBS-TA TPOFB-PSFA or TPOFB-TLRA (4 202.5
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TABLE 6¢: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Primer or Base Insulation Top Insulation Roof Cover (Note 15)
System Deck = Ve B e o = MDP
asten acl ac| ase
No. (Note 1) Type Attach Type Type Pl Cap Pl (psf)
YR (Note 11) Note 15 yp (Notes 6,7,8) yp (Notes 6,7,8) Ply A/ PRl
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
BURmastc Gloss by | Twin Locai | SnEn o 2t & Tiotecn &y Min. 0.25igch DensBigl
- . v inch lap and 18- X ! Prime or SECUROCK BP- . TPOFB-PEBATF,
Existing — 28 Ib, BURmastic Assembled X . Trisotech CGF, . (Optional)
. inch o.c. at two TREMprime . LRFIA or Gypsum-Fiber Roof Board LRFIA or CAS5 or TPOFB-PSFA or
G-33. gypsum Composite Ply HT or Fastener X Trisotech or . . BP-CAS or -45.0*
. . (2), equally WB primer LRFIA(BG) or Min. 0.5-inch LRFIA(BG) SBS- TPOFB-TLRA
deck BURmastic (Field W/D > Styrofoam Brand . SBS-CAS X
. spaced, staggered R Structodek HD with CAS (4-inch o.c.)
Composite Ply 90 Ibf) Roofmate, Highload . .
R center rows Primed Red Coating
Premium 60 or Plazamate
BURmastic Twin Loc-Nail dinch o.c. at 4- "I\'/ll‘ilgt;ttfl;lgm in-0.25-inch DensDeck
Existin, Composite Ply HT or Assembled inch lap and 18- Trisotech C&-}F Riime or SECUROCK Bp- (Optional) TPOFB-PEBATF,
8 posite Fly inch o.c. at two BP-CAS or SBS- | . p LRFIA or Gypsum-Fiber Roof Board | LRFIA or CAS or P TPOFB-PSFA or
G-34. gypsum BURmastic Fastener Trisotech or . R BP-CAS or -45.0*
; ] (2), equally CAS LRFIA(BG) or Min. 0.5-inch LRFIA(BG) SBS- TPOFB-TLRA
deck Composite Ply (Field W/D > Styrofoam Brand | SBS-CA5 X
R spaced, staggered A Structodek HD with CAS (4-inch o.c.)
Premium 90 Ibf) Roofmate, Highload . .
center rows Primed Red Coating
60 or Plazamate
BURmastic 6-inch o.c. at 4-
Existing Composite Ply HT or Tremcc? Twin !nch laps and 12- (Optional) BP- .(Optlor.]al) MingLS- LRFIA or Min. 0.5-inch DensDeck LRFIA or BP- (Optional) TPOFB-PEBATF,
R Loc-Nails inch o.c. at four inch Trisotech G, . CAS5 or TPOFB-PSFA or
G-35. gypsum BURmastic . CAS or SBS- X LRFIA(BG), 6- Prime or SECUROCK LRFIA(BG), 6- BP-CAS or -75.0
deck Composite Pl (Field W/D > (4), equally CA5 TrisotQl CORQY inch o.c Gypsum-Fiber Roof Board inch o.c SBS- SBS-CAS TPOFB-TLRA
p. v 67 Ibf) spaced center Trisotech e yp e CAS5 (4-inch o.c.)
Premium
rows
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
BURmastic Glass Ply, . Min. 1.5-inch . .
BURmastic Glass Ply | Twin Loc-Nail | - ncho-c.at4- Trisotech G, Min. 0.25-inch DensDeck TPOFB-HA,
- . inch lap and 18- . Prime or SECUROCK BP- .
Existing — 28 Ib, BURmastic Assembled . . Trisotech CGF, . (Optional) TPOFB-PEBATF,
K inch o.c. at two TREMprime . LRFIA or Gypsum-Fiber Roof Board LRFIA or CA6 or
G-36. gypsum Composite Ply HT or Fastener (2), equall WE primer Trisotech or LRFIA(BG) or Min. 0.5-inch LRFIA(BG) sBs- BP-CA6 or TPOFB-PSFA or -45.0*
deck BURMastic (Field W/D > » €quatly P Styrofoam Brand " ) SBS-CA6 | TPOFB-TLRA
R spaced, staggered R Structodek HD with CA6 .
Composite Ply 90 Ibf) Roofmate, Highload . X (4-inch o.c.)
. center rows Primed Red Coating
Premium 60 or Plazamate
6-inch o.c. at 4-
BURmastic . . . . TPOFB-HA,
Existing Composite Ply HT or I:’iir’:raonzwm ::z: ::Fc)s:tnfiif- :SCTI;_)::;)thn'GLS_ LRFIA or Min. 0.5-inch DensDeck LRFIA or EIP\;S or (Optional) TPOFB-PEBATF,
G-37. gypsum BURmastic . ) None X ! LRFIA(BG), 6- Prime or SECUROCK LRFIA(BG), 6- BP-CA6 or TPOFB-PSFA or -75.0
R (Field W/D > (4), equally Trisotech CGF or X . X SBS-
deck Composite Ply . inch o.c. Gypsum-Fiber Roof Board inch o.c. SBS-CA6 TPOFB-TLRA
. 67 Ibf) spaced center Trisotech CA6 .
Premium (4-inch o.c.)
rows
HoT-AsPHALT OR THERMASTIC 80 APPLIED BASE PLY:
BURmast!c Glass Ply, . . 9-inch o.c. at 4- M_m' 1.5-inch Min. 0.25-inch DensDeck
BURmastic Glass Ply Twin Loc-Nail ) Trisotech G, .
e . inch lap and 18- . Prime or SECUROCK . TPOFB-HA,
Existing — 28 Ib, BURmastic Assembled X . Trisotech CGF, . BP-AA (Optional)
. inch o.c. at two TREMprime . LRFIA or Gypsum-Fiber Roof Board LRFIA or TPOFB-PSFA or
G-38. gypsum Composite Ply HT or Fastener . Trisotech or . R or SBS- BP-AA or -45.0*
X . (2), equally WB primer LRFIA(BG) or Min. 0.5-inch LRFIA(BG) TPOFB-TLRA
deck BURmastic (Field W/D > Styrofoam Brand . AA SBS-AA X
X spaced, staggered R Structodek HD with (4-inch o.c.)
Composite Ply 90 Ibf) Roofmate, Highload . .
. center rows Primed Red Coating
Premium 60 or Plazamate
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SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

TABLE 6¢c: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

NEmoO | etc.e

Gt et Anchor Sheet Primer or Base Insulation Top Insulation Roof Cover (Note 15) MDP
ystem ec| .
Fasten Vapor Barrier Attach Attach Base
No. (Note 1) Type Attach Type Type Pl Cap Pl (psf)
ke (Note 11) (Note 15) el (Notes 6,7,8) B (Notes 6,7,8) Ply v PL
BURmastic 6-inch o.c. at 4-
Existing Composite Ply HT or -Lr;e:lilcac;lzwm ::2: fzS:tn:)jf_ ?r?cr:[;);:;)tx;]nél's_ LRFIA or Min. 0.5-inch DensDeck LRFIA or BP-AA (Optional) ggES:ESAFIA or
G-39. gypsum BURmastic . - None . ! LRFIA(BG), 6- Prime or SECUROCK LRFIA(BG), 6- or SBS- BP-AA or -75.0
R (Field W/D > (4), equally Trisotech CGF or . . . TPOFB-TLRA
deck Composite Ply X inch o.c. Gypsum-Fiber Roof Board inch o.c. AA SBS-AA K
Premium 67 Ibf) spaced center Trisotech (4-inch o.c.)
rows
Min. 0.125-inch
BURmastic Glass Ply, 9-inch o.c. at 4- TremBoard AC or min.
BURmastic Glass Ply Twin Loc-Nail inch la .ar.1d 18- 0.25-inch DensDeck, TPOFB-HA
Existing —28 Ib, BURmastic Assembled . P (Optional) BP- Min. 1.5-inch DensDeck Prime, DEXcell BP-AA (Optional) !
inch o.c. at two TPOFB-PSFA or
G-40. gypsum Composite Ply HT or Fastener 2), e 'u;i” AA, SBS-AA or Trisotech G or Hot asphalt FA Glass Mat Roof Board Hot asphalt or SBS- BP-AA or TPOFB-TLRA -45.0*
deck BURmastic (Fieldw/p> | ;ceqd St: ored | SBSTA Trisotech or SECUROCK Gypsum- AA SBS-AA (dinch o.c
Composite Ply 90 Ibf) cZnter ’rowsgg Fiber Roof Board or min. inch o.c.
Premium 0.5-inch Structodek HD
with Primed Red Coating
Min. 0.125-inch
6-inch o.c. at 4-
BURmastic . . TremBoard AC or min.
Existing Composite Ply HT or I;ecT\‘Cac;lzwm ::2: L)azs:tnfijf_ (Optional) BP- Min. 1.5-inch 0.25-inch DensDeck, BP-AA (Optional) xgE::ESAFIA or
G-41. gypsum BURmastic (Field W/D > @), e 'u;all AA, SBS-AA or Trisotech G or Hot asphalt DensDeck Prime, DEXcell Hot asphalt or SBS- | BP-AAor TPOFB-TLRA -75.0
deck Composite Ply 67 1b) . ;ceqd ce:ter SBS-TA Trisotech FA Glass Mat Roof Board AA SBS-AA (dinch o.c)
Premium rSWS or SECUROCK Gypsum- o
Fiber Roof Board
Trufast Versa . .
) Fastener & 6-inch o.c. at 4- Min. 0.125-inch
BURmastic Plate; 2 screws inch laps and 12- TremBoard AC or min. TPOFB-HA
Existing Composite Ply HT or per plate inch o 2 at four (Optional) BP- Min. 1.5-inch 0.25-inch DensDeck, BP-AA (Optional) TPOFB—PSFIA or
G-42. gypsum BURmastic installed 180° ), e 'u.aII AA, SBS-AA or Trisotech G or Hot asphalt DensDeck Prime, DEXcell Hot asphalt or SBS- BP-AA or TPOFB-TLRA -75.0
deck Composite Ply into the holes . alceqd ce;’ter SBS-TA Trisotech FA Glass Mat Roof Board AA SBS-AA (4-inch o.c)
Premium of the plate P or SECUROCK Gypsum- e
(Field W/D > 67 rows .
Ibf) Fiber Roof Board
TORCH-APPLIED BASE PLY:
BURmastic Glass Ply, g-inch o.c. at 4- Min. 1.5-inch
BURmastic Glass Ply Twin Loc-Nail inch Ia 'ar'1d 18- Trisotech G, TPOFB-HA,
Existing — 28 |b, BURmastic Assembled inch o z _— o TREMbrime Trisotech CGF, LRFIA oF Min. 0.25-inch DensDeck LREIA oF (Optional) TPOFB-PEBATF,
G-43. gypsum Composite Ply HT or Fastener @), e .u'aII WB r’iJmer Trisotech or LRFIA(BG) Prime or SECUROCK LRFIA(BG) SBS-TA SBZ—TA TPOFB-PSFA or -45.0*
deck BURmastic (Field W/D > s e;ceqd stz ered P Styrofoam Brand Gypsum-Fiber Roof Board TPOFB-TLRA
Composite Ply 90 Ibf) P » SLagg Roofmate, Highload (4-inch o.c.)
. center rows
Premium 60 or Plazamate
. 6-inch o.c. at 4-
- BURmas_t|c Tremco Twin inch laps and 12- . (Optional) Min. 1.5- . . TPOFB-HA,
Existing Composite Ply HT or Loc-Nails inch o.c. at four (Optional) BP- inch Trisotech G LRFIA or Min. 0.5-inch DensDeck LRFIA or (Optional) TPOFB-PEBATF,
G-44. gypsum BURmastic . o CAS5 or SBS- . ! LRFIA(BG), 6- Prime or SECUROCK LRFIA(BG), 6- SBS-TA " TPOFB-PSFA or -75.0
R (Field W/D > (4), equally Trisotech CGF or X i X SBS-TA
deck Composite Ply CA5 . inch o.c. Gypsum-Fiber Roof Board inch o.c. TPOFB-TLRA
. 67 Ibf) spaced center Trisotech K
Premium rows (4-inch o.c.)
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SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

TABLE 6¢c: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

NEmoO | etc.e

Anchor Sheet Primer or Base Insulation Top Insulation Roof Cover (Note 15)
System Deck Fast Vapor Barrier Attach Attach B o
asten ac| ac| ase
No. (Note 1) Type Attach Type Type Pl Cap Pl (psf)
ke (Note 11) (Note 15) el (Notes 6,7,8) B (Notes 6,7,8) Ply v Y
BURmastic Glass Ply, 9-inch o.c. at 4-
BURmastic Glass Ply Twin Loc-Nail inch la .ar.1d 18- Min. 0.25-inch DensDeck TPOFB-HA,
Existing — 28 Ib, BURmastic Assembled inch oz at two (Optional) BP- Min. 1.5-inch Prime, DEXcell FA Glass (Optional) TPOFB-PEBATF,
G-45. gypsum Composite Ply HT or Fastener @), e ‘u;” AA, SBS-AA or Trisotech G or Hot asphalt Mat Roof Board or Hot asphalt SBS-TA SBS—TA TPOFB-PSFA or -45.0*
deck BURmastic (Field W/D > s ;ceqd St: ered SBS-TA Trisotech SECUROCK Gypsum-Fiber TPOFB-TLRA
Composite Ply 90 Ibf) P » Stage Roof Board (4-inch o.c.)
. center rows
Premium
BURmastic Tremco Twin Ii!::; °:a']:; iz Min. 0.25-inch DensDeck TPOFB-HA,
Existing Composite Ply HT or Loc-Nails inch OZ at four (Optional) BP- Min. 1.5-inch Prime, DEXcell FA Glass (Optional) TPOFB-PEBATF,
G-46. gypsum BURmastic (Field W/D > @), e ‘u;” AA, SBS-AA or Trisotech G or Hot asphalt Mat Roof Board or Hot asphalt SBS-TA SBS-TA TPOFB-PSFA or -75.0
deck Composite Ply » equally SBS-TA Trisotech SECUROCK Gypsum-Fiber TPOFB-TLRA
i 67 Ibf) spaced center -
Premium Roof Board (4-inch o.c.)
rows
Trufast Versa
Fastener & -i -
BURmastic Pt sraws | mcnocatd: (Optiona) Bp- Min. 0.25-inch DensDeck TPOFB-HA,
Existing Composite Ply HT or per plate inch o P at four AAp SBS-AA or Min. 1.5-inch Prime, DEXcell FA Glass (Optional) TPOFB-PEBATF,
G-47. gypsum BURmastic installed 180° (4§ o 'S'a” u SBé—TA Trisotech G or Hot asphalt Mat Roof Board or Hot asphalt SBS-TA SBZ—TA TPOFB-PSFA or -75.0
deck Composite Ply into the holes s alceqd ce:ter (smooth) Trisotech SECUROCK Gypsum-Fiber TPOFB-TLRA
Premium of the plate P Roof Board (4-inch o.c.)
(Field W/D > 67 rows
bf)
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NEmoO | etc.e
TABLE 6p: GYPSUM DECKS - REROOF (TEAR-OFF)

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED SINGLE-PLY ROOF COVER

Deck i Top Insulation Layer
System Base Insulation Layer P M Roof Cover (Note 15 MDP
No. (Note 1) (Note 3, Note 13) Type Fasteners (Note 11) Attach (psf)
. . . . Min. 1-inch Structodek . . - .
Existing gypsum Min. 1.5-inch Trisotech G, . I Tremco Twin Loc-Nail Assembled Fastener, (minimum withdrawal 1 per
G-48. . High Density Fiberboard K , | TPOFB-HA -37.5%
deck Trisotech . resistance at slated embedment > 134 Ibf) 1.8ft
Roof Insulation
Existing gypsum Min. 1.5-inch Trisotech G, N!m' 1-|nch Str.uctodek Trufast TL Fastener with Trufast TL 3” Insulation Plate, (minimum 1 per
G-49. . High Density Fiberboard R K , | TPOFB-HA -45.0*
deck Trisotech ; withdrawal resistance at slated embedment > 180 Ibf) 2.0 ft
Roof Insulation
Min. 1-inch k
6-50 Existing gypsum Min. 1.5-inch Trisotech G, Himh Delz:zit S;rit;cetrct)izrd Tremco Twin Loc-Nail Assembled Fastener, (minimum withdrawal 1 per TPOFB-HA -45.0*
’ deck Trisotech 8 Y resistance at slated embedment > 120 Ibf) 1.3 ft? ’
Roof Insulation
. . Min. 2-inch GAF . . - .
G-51 Existing gypsum (Optional) One or more layers, EneravGuard Polviso Tremco Twin Loc-Nail Assembled Fastener (minimum withdrawal 1 per TPO-BA, TPO-LVBA or TPO- 525
’ deck any combination Insuli¥ion Y resistance at slated embedment > 140 Ibf) 1.3 ft? BALV3 ’
Existing gypsum (Optional) One or more layers, Min. 2-inch GAF Tremco Twin Loc-Nail Assembled Fastener (minimum withdrawal 1 per
-52. ’ E Guard Polyi \ TPOFB-TLRA (4-inch o.c. -52.
G5 deck any combination Inr;izirio:ar olyiso resistance at slated embedment > 140 Ibf) 1.3 ft? 0 (4-inch o.c.) 525

TABLE 6e: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

Base Sheet Roof Cover (Note 15)
System Deck i ote MDP (psf)
No. (Note 1) Type Fastener (Note 11) I Spacing Base Ply | Ply | Cap Ply
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
. . . . . TPOFB-PEBATF,
Existin BURmastic Glass Ply, BURmastic Glass Ply — 28 |b, | Twin Loc-Nail 9-inch o.c. at 4-inch lap and 18-inch o.c. at BP-CA5 (Optional) TPgFB-PSFA or
G-53. suri deck BURmastic Composite Ply HT or BURmastic Assembled Fastener two (2), equally spaced, staggered center or SBS- BP-CAS5 or TPOFB-TLRA (4-inch -45.0*
gyp Composite Ply Premium (Field W/D > 90 Ibf) rows cAs sBs-cAS | '
B-PEB
Existin Twin Loc-Nail 9-inch o.c. at 4-inch lap and 9-inch o.c. at BP-CA5 (Optional) ¥E8EBESF:§
G-54. sunﬁ deck BURmastic Glass Ply, BURmastic Glass Ply —28 Ib | Assembled Fastener two (2), equally spaced, staggered center or SBS- BP-CAS5 or TPOFB-TLRA (4-inch -60.0
gyp (Field W/D > 80 Ibf) rows cAs sBs-CAS | '
. . . . . . TPOFB-PEBATF,
Existing BURmastic Composite Ply HT or BURmastic Twin Loc-Nail 9-inch o.c. at 4-inch lap and 9-inch o.c. at BP-CA5 (Optional) TPOEB-PSEA or
G-55. curm deck Composite Plv Premium Assembled Fastener two (2), equally spaced, staggered center or SBS- BP-CAS5 or TPOFB-TLRA (4-inch -75.0
gyp P P (Field W/D >100 Ibf) | rows cAs sBs-CAS | '
Trufast Versa Fastener TPOFB-PEBATF
. ” -i .C. - -i .C. BP- i !
Existing BURmastic Composite Ply HT or BURmastic (min. 2.25”) & Plate; 3 d-inch o.c. at 4-inch laps and S-inch o.c. at P-CAS (Optional) TPOFB-PSFA or
G-56. R X two (2), equally spaced, staggered center or SBS- BP-CAS5 or . -105.0
gypsum deck Composite Ply Premium screws per plate rows CAS SBS-CAS TPOFB-TLRA (4-inch
(Field W/D > 140 Ibf) o.c.)
BURMASIC ADHESIVE MC APPLIED BASE PLY:
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SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

TABLE 6€: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

NEmoO | etc.e

Base Sheet Roof Cover (Note 15)
System Deck i v ote MDP (psf)
No. (Note 1) Type Fastener (Note 11) Spacing Base Ply Ply Cap Ply
Existin BURmastic Glass Ply, BURmastic Glass Ply —28 Ib, | Twin Loc-Nail 9-inch o.c. at 4-inch lap and 18-inch o.c. at BP-CA6 (Optional) ;Eg:?;Hﬁégig_FB-
G-57. sung1 deck BURmastic Composite Ply HT or BURmastic Assembled Fastener two (2), equally spaced, staggered center or SBS- BP-CA6 or PSEA or’TPOFB-TLRA -45.0*
Eyp Composite Ply Premium (Field W/D > 90 Ibf) rows CA6 SBS-CA6 _
(4-inch o.c.)
Existin Twin Loc-Nail 9-inch o.c. at 4-inch lap and 9-inch o.c. at BP-CA6 (Optional) ;EEAF;H%’);ECB)_FB-
G-58. sung1 deck BURmastic Glass Ply, BURmastic Glass Ply —28 Ib | Assembled Fastener two (2), equally spaced, staggered center or SBS- BP-CA6 or PSEA or’TPOFB-TLRA -60.0
EYp (Field W/D > 80 Ibf) rows CA6 SBS-CAG _
(4-inch o.c.)
. . . . . . TPOFB-HA, TPOFB-
Existing BURmastic Composite Ply HT or BURmastic Twin Loc-Nail 9-inch o.c. at 4-inch lap and 9-inch o.c. at BP-CA6 (Optional) PEBATF, TPOFB-
G-59. sum deck Composite Ply Premium Assembled Fastener two (2), equally spaced, staggered center or SBS- BP-CA6 or PSEA or TPOEB-TLRA -75.0
EYp P 4 (Field W/D > 100 Ibf) | rows CA6 SBS-CAG _
(4-inch o.c.)
Trufast Versa Fastener [ . . . TPOFB-HA, TPOFB-
Existing BURmastic Composite Ply HT or BURmastic (min. 2.25”) & Plate; 3 | Jinch o.c. at 4-inch laps and 9-inch o.c. at BP-CAG | (Optional) | ep \re Tporp.
G-60. R . two (2), equally spaced, staggered center or SBS- BP-CA6 or -105.0
gypsum deck Composite Ply Premium screws per plate o CAG SBS-CAG PSFA or TPOFB-TLRA
(Field W/D > 140 Ibf) (4-inch o.c.)
HOT-ASPHALT OR THERMASTIC 80 APPLIED BASE PLY:
Existin BURmastic Glass Ply, BURmastic Glass Ply —28 Ib, | Twin Loc-Nail 9-inch o.c. at 4-inch lap and 18-inch o.c. at BP-AA or (Optional) | TPOFB-HA, TPOFB-
G-61. suri deck BURmastic Composite Ply HT or BURmastic Assembled Fastener two (2), equally spaced, staggered center SBS-AA BP-AA or PSFA or TPOFB-TLRA -45.0*
Eyp Composite Ply Premium (Field W/D > 90 Ibf) rows SBS-AA (4-inch o.c.)
Existin Twin Loc-Nail 9-inch o.c. at 4-inch lap and 9-inch o.c. at BP-AA or (Optional) | TPOFB-HA, TPOFB-
G-62. suri deck BURmastic Glass Ply, BURmastic Glass Ply —28 Ib | Assembled Fastener two (2), equally spaced, staggered center SBS-AA BP-AA or PSFA or TPOFB-TLRA -60.0
gyp (Field W/D > 80 Ibf) rows SBS-AA (4-inch o.c.)
. . ) ¢ Twin Loc-Nail 9-inch o.c. at 4-inch lap and 9-inch o.c. at (Optional) | TPOFB-HA, TPOFB-
G-63. EXIS::E] deck Eg:wmjssittl: glon:’f;;?;enily HT or BURm 225 Assembled Fastener two (2), equally spaced, staggered center g;;\::r BP-AA or PSFA or TPOFB-TLRA -75.0
Eyp P v (Field W/D > 100 Ibf) | rows SBS-AA (4-inch o.c.)
Trufast Versa Fastener . . . .
Existing BURmastic Composite Ply HT or BURmastic (min. 2.25”) & Plate; 3 | 0 nch 0. at d-inch laps and 9-inch o.c. at BP-AA or | \OPtional) | TPOFB-HA, TPOFB-
G-64. R . two (2), equally spaced, staggered center BP-AA or PSFA or TPOFB-TLRA -105.0
gypsum deck Composite Ply Premium screws per plate rows SBS-AA SBS-AA (4-inch o.c.)
(Field W/D > 140 Ibf) o
TORCH-APPLIED BASE PLY:
Existin BURmastic Glass Ply, BURmastic Glass Ply — 28 Ib, | Twin Loc-Nail 9-inch o.c. at 4-inch lap and 18-inch o.c. at (Optional) ;ESAngH‘?é(T)iS.FB
G-65. g BURmastic Composite Ply HT or BURmastic Assembled Fastener two (2), equally spaced, staggered center SBS-TA P ! -45.0*
gypsum deck R X R SBS-TA PSFA or TPOFB-TLRA
Composite Ply Premium (Field W/D > 90 Ibf) rows .
(4-inch o.c.)
Existin Twin Loc-Nail 9-inch o.c. at 4-inch lap and 9-inch o.c. at (Optional) ;E(;AF:%FH%;S_FB
G-66. s BURmastic Glass Ply, BURmastic Glass Ply —28 Ib | Assembled Fastener two (2), equally spaced, staggered center SBS-TA P ! -60.0
gypsum deck R SBS-TA PSFA or TPOFB-TLRA
(Field W/D > 80 Ibf) rows (4-inch o.c)
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NEmMO | etc.e
TABLE 6€: EXISTING GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

Base Sheet Roof Cover (Note 15)
System Deck - v S MDP (psf)
No. (Note 1) Type Fastener (Note 11) Spacing Base Ply Ply Cap Ply
. . . . . TPOFB-HA, TPOFB-
Existing BURmastic Composite Ply HT or BURmastic Twin Loc-Nail 9-inch o.c. at 4-inch lap and 9-inch o.c. at (Optional) | PEBATF, TPOFB-
G-67. R ) Assembled Fastener two (2), equally spaced, staggered center SBS-TA -75.0
gypsum deck Composite Ply Premium R SBS-TA PSFA or TPOFB-TLRA
(Field W/D > 100 Ibf) rows )
(4-inch o.c.)
Trufast Versa Fastener 9-inch o.c. at 4-inch laps and 9-inch o.c. at TPOFB-HA, TPOFB-
G-68 Existing BURmastic Composite Ply HT or BURmastic (min. 2.25”) & Plate; 3 two (2) .e. ually s aceg stageered cel.wt.er SBS-TA (Optional) | PEBATF, TPOFB- 105.0
’ gypsum deck Composite Ply Premium screws per plate rows » equatly sp » S1agg SBS-TA PSFA or TPOFB-TLRA ’
(Field W/D > 140 Ibf) (4-inch o.c.)

TABLE 6F: GYPSUM DECKS - REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED SINGLE-PLY ROOF COVER

System No. Deck (Note 1, Note 12) Primer / Treatment Roof Cover (Note 15) MDP (psf)
G-69. Existing gypsum deck None TPOFB-WBBA -90.0
G-70. Existing gypsum deck None TPOFB-CRA -95.0
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TABLE 7A: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED SINGLE-PLY ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate (See
Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Roof Cover (Note MDP
Substrate (Note 1, Note 12) Attach Attach A
No. Type Type 15) (psf)
(Note 6,7,8) (Note 6,7,8)
TREMPLY TPO / TREMPLY TPO #1121 oR TREMPLY TPO BONDING ADHESIVE LV3:
- ) . . . . hot asphalt or (Optional) Min. 0.25-inch DensDeck hot asphalt or TPO-BA or TPO-
R-1. Exist halt BUR I surf; heet Min. 1.5-inch T hG,T h -45.
xisting aspha or mineral surface cap shee in. 1.5-inch Trisotech G, Trisotec THERMastic 80 Prime or min. 7/16-inch OSB THERMastic 80 BALV3 5.0
Existing smooth- or granule-surfaced BUR or smooth-or | Min. 1-inch GAF EnergyGuard Polyiso TPO-BA or TPO-
R-2. e . LRFIA(B! N N/A -45.
granule-surfaced modified bitumen Insulation, GAF EnergyGuard Ultra (8G) one / BALV3 >0
Existing smooth- or granule-surfaced BUR; smooth- or
granule surfaced SBS modified bitumen or gravel- Min. 1.5-inch GAF EnergyGuard Polyiso (Optional) Additional layer of base TPO-BA or TPO-
iSEL surfaced BUR, brushed/spudded and vacuumed to Insulation LRFIA(BG) ThSulSton LRFIA(BG) BALV3 -110.0
remove loose gravel
Existing smooth- or granule-surfaced BUR; smooth- or
R4 granule surfaced SBS modified bitumen or gravel- Min. 1.5-inch GAF EnergyGuard Polyiso LRFIA(BG), 6-inch | (Optional) Additional layer of base LRFIA(BG), 6- TPO-BA or TPO- 1575
"~ | surfaced BUR, brushed/spudded and vacuumed to Insulation o.c. insulation inch o.c. BALV3 e
remove loose gravel
Existing smooth- or granule-surfaced BUR; smooth- or
R-5 granule surfaced SBS modified bitumen or gravel- Min. 1.5-inch GAF EnergyGuard Polyiso LRFIA(BG), 4-inch | (Optional) Additional layer of base LRFIA(BG), 4- TPO-BA or TPO- 200.0
> surfaced BUR, brushed/spudded and vacuumed to Insulation o.C. insulation inch o.c. BALV3 e
remove loose gravel
Existing smooth- or granule-surfaced BUR or smooth- or . . r Min. 0.5-inch GAF EnergyGuard HD i .
R-6. granule-surfaced modified bitumen over structural éig:lorzl)a’:g";o?i;nlir;lﬁaAtFlon LRFIA(BG) Polyiso Cover Board, GAF EnergyGuard LRFIA(BG) ;i(EVzA orTPO -75.0
concrete deck gy v HD Plus Polyiso Cover Board
L Min. 0.5-inch Trisotech G, Trisotech CGF, . . - -
R-7. Existing smooth- or gréhule—§urfaced BUR or smooth- or Trisotech, GAF EnergyGuard Polyiso LRFIA(BG) Mln. 0.5-inch Structode!( High Density LRFIA(BG) TPO-BA or TPO- 825
granule-surfaced modified bitumen p Fiberboard Roof Insulation BALV3
Insulation or GAF EnergyGuard Ultra
o . . . (Optional) Min. 0.25-inch DensDeck
Existing smooth- or granule-surfaced BUR or smooth-or | Min. 0.5-inch GAF EnergyGuard Polyiso K . TPO-BA or TPO-
-8. I E - -75.
R-8 granule-surfaced modified bitumen Insulation, GAF EnergyGuard Ultra LRFIA(BG) Eg;nrj or SECUROCK Gypsum-Fiber Roof LRFIA(BG) BALV3 75.0
Existi " | taced BUR " (Optional) Min. 0.5-inch Trisotech G,
xisting smooth- or granule-surface or smooth- or d . . r . g .
R-9. | granule-surfaced SBS or granule-surfaced APP modified PRy CGF Tn?OteCh' GA.F LRFIA(BG) Min. 0.25-inch DenSD_ECk Prime or LRFIA(BG) TPO-BA or TPO -225.0
bitumnen EnergyGuard Polyiso Insulation or GAF SECUROCK Gypsum-Fiber Roof Board BALV3
EnergyGuard Ultra
TREMPLY TPO / TREMPLY WB BONDING ADHESIVE:
Existing smooth- or granule-surfaced BUR or smooth- or | Min. 1-inch GAF EnergyGuard Polyiso
-10. g . L B -WBB. -45.
R-10 granule-surfaced modified bitumen Insulation, GAF EnergyGuard Ultra RFIA(BG) None N/A TPO-WBBA 45.0
Existing smooth- or granule-surfaced BUR; smooth- or
ified bi = Min. 1.5-inch GAF E Guard Polyi Optional) Additional | f b
R-11. granule surfaced SBS modified bitumen or gravel in ; incl nergyGuard Polyiso LRFIA(BG) ( p Ior.1a ) itional layer of base LRFIA(BG) TPO-WBBA -110.0
surfaced BUR, brushed/spudded and vacuumed to Insulation insulation
remove loose gravel
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TABLE 7A: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED SINGLE-PLY ROOF COVER
AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate (See

Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

NEmoO | etc.e

Base Insulation Layer

Top Insulation Layer

surfaced BUR, brushed/spudded and vacuumed to
remove loose gravel

Insulation

0.C.

insulation

inch o.c.

System Roof Cover (Not: MDP
y Substrate (Note 1, Note 12) Attach Attach verimete -
No. Type Type 15) (psf)

(Note 6,7,8) (Note 6,7,8)
Existing smooth- or granule-surfaced BUR; smooth- or
granule surfaced SBS modified bitumen or gravel- Min. 1.5-inch GAF EnergyGuard Polyiso LRFIA(BG), 6-inch | (Optional) Additional layer of base LRFIA(BG), 6-
R-12. R X . . TPO-WBBA -157.5
surfaced BUR, brushed/spudded and vacuumed to Insulation o.C. insulation inch o.c.
remove loose gravel
Existing smooth- or granule-surfaced BUR; smooth- or
granule surfaced SBS modified bitumen or gravel- Min. 1.5-inch GAF EnergyGuard Polyiso LRFIA(BG), 4-inch | (Optional) Additional layer of base LRFIA(BG), 4-
R-13. R . . . TPO-WBBA -200.0
surfaced BUR, brushed/spudded and vacuumed to Insulation o.C. insulation inch o.c.
remove loose gravel
- ) . Min. 0.5-inch GAF EnergyGuard HD
R-14. Existing smooth- or gr:?lrjule—?ur‘faced BUR or smooth- or (Opt.lonal) 0.5-.|nch GAF EnergyGuard LRFIA(BG) Polyiso Cover Board, GAF EnergyGuard LRFIA(BG) TPO-WBBA 75.0
granule-surfaced modified bitumen Polyiso Insulation .
HD Plus Polyiso Cover Board
. . . (Optional) Min. 0.25-inch DensDeck
isti - - - Min. 0.5-inch GAF E Pol
R-15, | Bisting smooth- or granule-surfaced BUR or smooth-or | Min. 0.5-inch GAF EnergyGuard Polyiso . gy ) Prime or SECUROCK Gypsum-Fiber Roof | LRFIA(BG) TPO-WBBA -75.0
granule-surfaced modified bitumen Insulation, GAF EnergyGuard Ultra Board
Gravel-surfaced BUR, brushed/spudded and vacuumed (Optional) Min. 0.5-inch Trisotech G, Min. 0.25-inch DensDeck Prime or
R16. | to remove loose gravel Trisotech CGF or Trisotech n SECUROCK Gypsum-Fiber Roof Board LRFIA TPO-WBBA 1425
Gravel-surfaced BUR, brushed/spudded and vacuumed (Optional) Min. 0.5-inch Trisotech G, Min. 0.25-inch DensDeck Prime or
R-17. to remove loose gravel Trisotech CGF or Trisotech QA ES) SECUROCK Gypsum-Fiber Roof Board LRFIA(BG) TPO-WBBA 187.5
Existi N le-surfaced BUR " (Optional) Min. 0.5-inch Trisotech G,
xisting smooth- or granule-surface or smooth- or . . . . .
Trisotech CGF, Trisotech, GAF Min. 0.25-inch DensDeck Prime or
-18. le-surfaced SBS le-surfaced APP modified - TN LRFIA(B! . LRFIA(B! TPO-WBBA -225.
R-18 i::]r::nsu ace orgranule-surtace moditie EnergyGuard Polyiso Insulation or GAF (8G) SECUROCK Gypsum-Fiber Roof Board (BG) © >0
EnergyGuard Ultra
TREMPLY TPO / TREMPLY Low VOC TPO:
i in. 0.25-i DensD
R-19. Existing asphalt BUR or mineral surface cap sheet Min. 1.5-inch Trisotech G, Trisotech :::EaR?/I)ZiTCOSrO L?i’:::nal) Min. 0.25-inch DensDeck ::tEaR?\I/IQI;:Ltco;O TPO-LVBA -45.0
Existing smooth- or granule-surfaced BUR or smooth-or | Min. 1-inch GAF EnergyGuard Polyiso
izl granule-surfaced modified bitumen Insulation, GAF EnergyGuard Ultra LRFIA(BG) None N/A TPO-LVBA 45.0
Existing smooth- or granule-surfaced BUR; smooth- or
e ) in. 1.5-i E . . "
R21. granule surfaced SBS modified bitumen or gravel Min '5 inch GAF EnergyGuard Polyiso LRFIA(BG) ?Optlorﬁal) Additional layer of base LRFIA(BG) TPO-LVBA 110.0
surfaced BUR, brushed/spudded and vacuumed to Insulation insulation
remove loose gravel
Existing smooth- or granule-surfaced BUR; smooth- or
R-22 granule surfaced SBS modified bitumen or gravel- Min. 1.5-inch GAF EnergyGuard Polyiso LRFIA(BG), 6-inch | (Optional) Additional layer of base LRFIA(BG), 6- TPO-LVBA 1575
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TABLE 7A: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED SINGLE-PLY ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate (See
Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Roof Cover (Note MDP
Substrate (Note 1, Note 12) Attach Attach A
No. Type Type 15) (psf)
(Note 6,7,8) (Note 6,7,8)
Existing smooth- or granule-surfaced BUR; smooth- or
granule surfaced SBS modified bitumen or gravel- Min. 1.5-inch GAF EnergyGuard Polyiso LRFIA(BG), 4-inch | (Optional) Additional layer of base LRFIA(BG), 4-
R-23. X . R . TPO-LVBA -200.0
surfaced BUR, brushed/spudded and vacuumed to Insulation o.C. insulation inch o.c.
remove loose gravel
o . . Min. 0.5-inch GAF EnergyGuard HD
R-24. Existing smooth- or gr:?lrjule—?ur‘faced BUR or smooth- or (Opt.lonal) 0.5 .Inch GAF EnergyGuard LRFIA(BG) Polyiso Cover Board, GAF EnergyGuard LRFIA(BG) TPO-LVBA 75.0
granule-surfaced modified bitumen Polyiso Insulation .
HD Plus Polyiso Cover Board
Min. 0.5-inch Trisotech G, Trisotech CGF
isti - - - ! ! Min. 0.5-inch k High Densi
R-25. Existing smooth- or grz_aljule §un‘aced BUR or smooth- or Trisotech, GAF EnergyGuard Polyiso LRFIA(BG) / in. 0.5-inc Structode. igh Density LRFIA(BG) TPO-LVBA 825
granule-surfaced modified bitumen . Fiberboard Roof Insulation
Insulation or GAF EnergyGuard Ultra
o . . . (Optional) Min. 0.25-inch DensDeck
R-26. Existing smooth- or gr:?lrjule—?ur‘faced BUR or smooth-or | Min. 0..5 inch GAF EnergyGuard Polyiso LRFIA(BG) Prime or SECUROCK Gypsum-Fiber Roof LRFIA(BG) TPO-LVBA 75.0
granule-surfaced modified bitumen Insulation, GAF EnergyGuard Ultra Board
Existi " le-surfaced BUR " (Optional) Min. 0.5-inch Trisotech G,
Xisting smooth- or granule-surrace or smooth- or . . . . .
Trisotech CGF, Trisotech, GAF Min. 0.25-inch DensDeck Prime or
-27. le-surfaced SBS le-surfaced APP modified A . LRFIA(B:! . LRFIA(B! TPO-LVBA -225.
R-27 ﬁ::;r::nsu ace orgranule-suriace moditie EnergyGuard Polyiso Insulation or GAF U SECUROCK Gypsum-Fiber Roof Board (BG) © >0
EnergyGuard Ultra
TPOFB-HA:
- ) ) Min. 0.5-inch Structodek High Density hot asphalt or
-28. | Exist haltic BUR I surf heet . _45.
R-28 xisting asphaltic or mineral surface cap shee Fiberboard Roof Insulation THERMastic 80 None N/A TPOFB-HA 45.0
R-29. Existing asphaltic BUR or mineral surface cap sheet Min. 1.5-inch Trisotech G ::g:z:i(ng) Min. 0.5-inch DensDeck tEIE::(CI;rG) TPOFB-HA -120.0
R-30. Existing asphaltic BUR or mineral surface cap sheet Min. 1.5-inch Trisotech G tgi:i(g;) 'F:A(;Ef g.osa-:’r:j(:h SECUROCK Gypsum-Fiber II:EIE:Q((I;;S) TPOFB-HA -157.5
TREMPLY TPO FB / TREMPLY WB BONDING ADHESIVE:
Existing smooth- or granule-surfaced BUR or smooth- or | Min. 1-inch GAF EnergyGuard Polyiso
-31. . X L B! B-WBB -45.
R-31 granule-surfaced modified bitumen Insulation, GAF EnergyGuard Ultra RFIA(BG) None N/A TPOFB-WBBA 45.0
Existing smooth- or granule-surfaced BUR or smooth-or | Min. 0.5-inch GAF EnergyGuard Polyiso
-32. . X . L B! B-WBB -75.
R-32 granule-surfaced modified bitumen Insulation, GAF EnergyGuard Ultra RFIA(BG) None N/A TPOFB-WBBA 75.0
Existing smooth- or granule-surfaced BUR; smooth- or
R-33. granule surfaced SBS modified bitumen or gravel- Min. 1..5-|nch GAF EnergyGuard Polyiso LRFIA(BG) ?Optlorfal) Additional layer of base LRFIA(BG) TPOFB-WBBA 110.0
surfaced BUR, brushed/spudded and vacuumed to Insulation insulation
remove loose gravel
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TABLE 7A: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED SINGLE-PLY ROOF COVER

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate (See
Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Layer Top Insulation Layer
System Roof Cover (Note MDP
Substrate (Note 1, Note 12) Attach Attach A
No. Type Type 15) (psf)
(Note 6,7,8) (Note 6,7,8)
Existing smooth- or granule-surfaced BUR; smooth- or
granule surfaced SBS modified bitumen or gravel- Min. 1.5-inch GAF EnergyGuard Polyiso LRFIA(BG), 6-inch | (Optional) Additional layer of base LRFIA(BG), 6-
R-34. R X . . TPOFB-WBBA -157.5
surfaced BUR, brushed/spudded and vacuumed to Insulation o.c. insulation inch o.c.
remove loose gravel
Existing smooth- or granule-surfaced BUR; smooth- or
R-35. granule surfaced SBS modified bitumen or gravel- Min. 1..5—|nch GAF EnergyGuard Polyiso LRFIA(BG), 4-inch ?Optlor?al) Additional layer of base !_RFIA(BG), 4- TPOEB-WBBA -200.0
surfaced BUR, brushed/spudded and vacuumed to Insulation o.C. insulation inch o.c.
remove loose gravel
- ) . Min. 0.5-inch GAF EnergyGuard HD
R-36. Existing smooth- or gr:?lrjule—?ur‘faced BUR or smooth- or (Opt.lonal) 0.5-.|nch GAF EnergyGuard LRFIA(BG) Polyiso Cover Board, GAF EnergyGuard LRFIA(BG) TPOFB-WBBA 75.0
granule-surfaced modified bitumen Polyiso Insulation .
HD Plus Polyiso Cover Board
Existi N e-surfaced BUR " (Optional) Min. 0.5-inch Trisotech G,
xisting smooth- or granule-surface or smooth- or . . . . .
Trisotech CGF, Trisotech, GAF Min. 0.25-inch DensDeck Prime or
-37. le-surfaced SBS le-surfaced APP modified A i LRFIA(B! . LRFIA(B! TPOFB-WBBA -225.
R-37 i:::lr::nsu ace orgranule-surtace moditie EnergyGuard Polyiso Insulation or GAF REQ SECUROCK Gypsum-Fiber Roof Board (BG) © >0
EnergyGuard Ultra
TREMPLY TPO FB /TREMCO LR ADHESIVE:
Existing smooth- or granule-surfaced BUR or smooth- or | Min. 1-inch GAF EnergyGuard Polyiso TPOFB-TLRA (12-
R-38. granule-surfaced modified bitumen Insulation, GAF EnergyGuard Ultra LRFIA(BG) None N/A inch o.c.) 45.0
R-39. Existing smooth- or gréhule—§urfaced BUR or smooth- or (O.ptlonal) Min. 1-inch Trisotech G, LRFIA(BG) Min. 1.5-inch Trisotech, Trisotech G LRFIA(BG) TPOFB-TLRA (12- 450
granule-surfaced modified bitumen Trisotech incho.c.)
Existing smooth- or granule-surfaced BUR or smooth-or | Min. 0.5-inch GAF EnergyGuard Polyiso TPOFB-TLRA (12-
-40. o . X LRFIA(B! N N/A . -60.
Y granule-surfaced modified bitumen Insulation, GAF EnergyGuard Ultra (8G) one / inch o.c.) €00
Existing smooth- or granule-surfaced BUR; smooth- or
ified bi - in. 1.5-i E i i iti B-TL 12-
RA1. granule surfaced SBS modified bitumen or gravel Min '5 inch GAF EnergyGuard Polyiso LRFIA(BG) ?Optlorﬁal) Additional layer of base LRFIA(BG) TPOF TLRA ( -60.0
surfaced BUR, brushed/spudded and vacuumed to Insulation insulation inch o.c.)
remove loose gravel
isti - - N i in. 1-i i . . . B-TL 12-
R-42. Existing smooth- or gre_:\r_mle §urfaced BUR or smooth- or (O-ptlonal) Min. 1-inch Trisotech G or LRFIA(BG) Min. 1.75-inch ACFoam Composite/GB LRFIA(BG) TPOF TLRA ( 375
granule-surfaced modified bitumen Trisotech G inch o.c.)
(Optional) Min. 0.5-inch GAF
isti - - - E Guard Polyiso Insulation, GAF TPOFB-TLRA (12-
R-43. Existing smooth- or grflvule §urfaced BUR or smooth- or nergyGuard Polyiso ns.u a I(?n, LRFIA(BG) Min. 0.25-inch DensDeck Prime LRFIA(BG) ‘ ( 375
granule-surfaced modified bitumen EnergyGuard Ultra or min. 1-inch inch o.c.)
Trisotech G, Trisotech
(Optional) Min. 0.5-inch GAF
Existing smooth- or granule-surfaced BUR or smooth- or | EnergyGuard Polyiso Insulation, GAF Min. 0.25-inch SECUROCK Gypsum-Fiber TPOFB-TLRA (12-
R-44. granule-surfaced modified bitumen EnergyGuard Ultra or min. 1-inch LRFIA(BG) Roof Board LRFIA(BG) incho.c.) 4.0
Trisotech G, Trisotech
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TABLE 7A: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED SINGLE-PLY ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate (See
Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer
System Roof Cover (Note MDP
Substrate (Note 1, Note 12) Attach Attach A
No. Type Type 15) (psf)
(Note 6,7,8) (Note 6,7,8)
(Optional) Min. 0.5-inch Trisotech G, Optional additional layers base
Existing smooth- or granule-surfaced BUR or smooth- or | Trisotech CGF, Trisotech, GAF insulation followed by min. 0.25-inch TPOFB-TLRA (4-
R-45- | granule-surfaced modified bitumen EnergyGuard Polyiso Insulation or GAF LRFIA(BG) DensDeck Prime or SECUROCK Gypsum- RFIABG) incho.c.) 1800
EnergyGuard Ultra Fiber Roof Board
TREMPLY TPO FB APPLIED IN POWERPLY ENDURE BIO ADHESIVE TF OR TREMCO PSF ADHESIVE:
Gravel-surfaced BUR, brushed/spudded and (Optional) Min. 0.5-inch Trisotech G, Min. 0.25-inch DensDeck Prime or TPOFB-PEBATF or
R-46. . . LRFIA . LRFIA -142.5
vacuumed to remove loose gravel Trisotech CGF or Trisotech SECUROCK Gypsum-Fiber Roof Board TPOFB-PSFA
Gravel-surfaced BUR, brushed/spudded and (Optional) Min. 0.5-inch Trisotech G, Min. 0.25-inch DensDeck Prime or TPOFB-PEBATF or
R-47. LRFIA(B! LRFIA(B! -187.5
vacuumed to remove loose gravel Trisotech CGF or Trisotech (BG) SECUROCK Gypsum-Fiber Roof Board (BG) TPOFB-PSFA
Existing smooth-surface or granule-surface BUR or (Optional) Min. 0.5-inch Trisotech G, LRFIA or . . . LRFIA or TPOFB-PEBATF or
R-48. . R A . Min. 0.25-inch DensDeck P -262.
8| sBs modified bitumen Trisotech CGF or Trisotech LRFIA(BG) "Qp-25-inch DensDeck Prime LRFIA(BG) TPOFB-PSFA 625
R-49 Existing smooth-surface or granule-surface BUR or (Optional) Min. 0.5-inch Trisotech G, LRFIA or Min. 0.25-inch SECUROCK Gypsum-Fiber | LRFIA or TPOFB-PEBATF or 285.0
’ SBS modified bitumen Trisotech CGF or Trisotech LRFIA(BG) Roof Board LRFIA(BG) TPOFB-PSFA ’

TABLE 78: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Substrate Y e P Y e MDP
No. Note 1, Note 12 ac ac sf) A
( Note 12) Type Notes 6.7.8 Type P Base Ply Ply Cap Ply
POWERPLY ENDURE BIO ADHESIVE TF APPLIED BASE PLY:
Gravel-surfaced BUR Min. 0.25-inch Dens Deck Prime, DEXcell FA
’ Opti 1) Min. 0.5-inch ! BP-CA5 Opti |
brushed/spudded and (Optional) Min. 0.5-inc Glass Mat Roof Board or SECUROCK LRFIA or (Optional) | 150cp pEBATF, TPOFB-PSFA or
R-50. Trisotech G, Trisotech LRFIA X . . or SBS- BP-CAS or . -142.5
vacuumed to remove loose CGF or Trisotech Gypsum-Fiber Roof Board or Min. 0.5-inch LRFIA(BG) CAS SBS-CAS TPOFB-TLRA (4-inch o.c.)
gravel Structodek HD with Primed Red Coating
Gravel-surfaced BUR,
brushed/spudded and vacuumed . A . .
.0.5- BP-
to remove loose gravel or (Optional) Min. 0.5-inch Min. 0.25-inch SECUROCK Gypsum-Fiber Roof | LRFIA or P-CAS | (Optional) | o\ cq oepATE TPOFB-PSFA o
R-51. Trisotech G, Trisotech LRFIA(BG) or SBS- BP-CAS or . -157.5
smooth-surface or granule- CGF obTrisotach Board LRFIA(BG) CAS SBS-CAS TPOFB-TLRA (4-inch o.c.)
surface BUR or SBS modified OSog -
bitumen
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TABLE 78: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

_— - Base Insulation Layer Top Insulation Layer Roof Cover (Note 15) i
ystem ubstrate
Attach Attach
No. Note 1, Note 12 T T sf) A
(Note 1, Note 12) ype Notes 6.7 8 ype S Base Ply Ply Cap Ply
Gravel-surfaced BUR
§ (Optional) Min. 0.5-inch Min. 0.25-inch DEXcell FA Glass Mat Roof BP-CAS (Optional)
h LRFIA TPOFB-PEBATF, TPOFB-PSFA
R-52. 5’;53 u‘;":é Z”tidriﬁoavldloose Trisotech G, Trisotech | LRFIA(BG) | Board or min. 0.5-inch Structodek HD with | oo A(CI;'G) orSBS- | BP-CAS or TPSFB_TLR Al inc(hjo j )S o | 1650
aravel CGF or Trisotech Primed Red Coating CAS SBS-CA5 h
Existing smooth-surface or (Optional) Min. 0.5-inch LRFIA or Min. 0.25-inch DEXcell FA Glass Mat Roof LRFIA or BP-CA5 (Optional) TPOFB-PEBATE. TPOFB-PSFA or
R-53. granule-surface BUR or SBS Trisotech G, Trisotech LRFIA(BG) Board or min. 0.5-inch Structodek HD with LRFIA(BG) or SBS- BP-CAS or TPOFB-TLRA (4‘—inch oc) -165.0
modified bitumen CGF or Trisotech Primed Red Coating CAS SBS-CA5 h
Gravel-surfaced BUR, (Optional) Min. 0.5-inch BP-CA5 (Optional)
R-54. brushed/spudded and vacuumed Trisotech G, Trisotech LRFIA(BG) Min. 0.25-inch DensDeck Prime ::::i:ﬁ(g;) or SBS- BP-CAS or xg:zg ?E::-[Z’ i-:]zSEBCF;SFA or -187.5
to remove loose gravel CGF or Trisotech CAS5 SBS-CA5 o
Existing smooth-surface or (Optional) Min. 0.5-inch BP-CA5 (Optional)
R-55. granule-surface BUR or SBS Trisotech G, Trisotech tgi::(ng) Min. 0.25-inch DensDeck Prime tii:ﬁ(gg) or SBS- BP-CAS or Iggis _ifs:{; _TPSFB F;SFA or -262.5
modified bitumen CGF or Trisotech CAS SBS-CAS - -inch 0.¢.
BURMASTIC ADHESIVE MC APPLIED BASE PLY:
Gravel-surfaced BUR, (Optional) Min. 0.5-inch Min. 0.25-inch DensDeck Prime or SECUROCK LRFIA or BP-CA6 (Optional) | TPOFB-HA, TPOFB-PEBATF,
R-56. brushed/spudded and vacuumed Trisotech G, Trisotech LRFIA Gypsum-Fiber Roof Board or Min. 0.5-inch LRFIA(BG) or SBS- BP-CA6 or | TPOFB-PSFA or TPOFB-TLRA (4- | -142.5
to remove loose gravel CGF or Trisotech Structodek HD with Primed Red Coating CA6 SBS-CA6 inch o.c.)
Gravel-surfaced BUR, (Optional) Min. 0.5-inch . . . . BP-CA6 (Optional) | TPOFB-HA, TPOFB-PEBATF,
R-57. | brushed/spudded and vacuumed | Trisotech G, Trisotech LRFIA(BG) Eﬂsgﬁgs"mh §uctodek HD with Primed Red tii:ﬁ(g‘;) orSBS- | BP-CA6or | TPOFB-PSFA or TPOFB-TLRA (4- | -165.0
to remove loose gravel CGF or Trisotech CA6 SBS-CA6 inch o.c.)
Existing smooth-surface or (Optional) Min. 0.5-inch ) ) o BP-CA6 | (Optional) | TPOFB-HA, TPOFB-PEBATF,
R-58. | granule-surface BUR or SBS Trisotech G, Trisotech tii:ﬁ (ng) ggt.ig.s-mch Structodek HD with Primed Red tﬁi:ﬁ (‘;rG) orSBS- | BP-CA6or | TPOFB-PSFA or TPOFB-TLRA (4- | -165.0
modified bitumen CGF or Trisotech & CA6 SBS-CA6 inch o.c.)
Gravel-surfaced BUR (Optional) Min. 0.5-inch y ) . BP-CA6 (Optional) | TPOFB-HA, TPOFB-PEBATF,
} 0.25- L
R-59. | brushed/spudded and vacuumed | Trisotech G, Trisotech LRFIA(BG) g"'gsg niSFI'E::‘ F?:::gg:f dp”me or SECUROCK Lﬁi:ﬁ (CE’;G) orSBS- | BP-CAGor | TPOFB-PSFA or TPOFB-TLRA (4- | -187.5
to remove loose gravel CGF or Trisotech v CA6 SBS-CA6 inch o.c.)
Existing smooth-surface or (Optional) Min. 0.5-inch LRFIA or LREIA or BP-CA6 (Optional) | TPOFB-HA, TPOFB-PEBATF,
R-60. granule-surface BUR or SBS Trisotech G, Trisotech Min. 0.25-inch DensDeck Prime or SBS- BP-CA6 or | TPOFB-PSFA or TPOFB-TLRA (4- | -262.5
LRFIA(BG) LRFIA(BG)
modified bitumen CGF or Trisotech CA6 SBS-CA6 inch o.c.)
Existing smooth-surface or (Optional) Min. 0.5-inch . . . BP-CA6 (Optional) | TPOFB-HA, TPOFB-PEBATF,
L . 0.25- - L
R-61. | granule-surface BUR or SBS Trisotech G, Trisotech Lii:ﬁ(g;) Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Lﬁi:ﬁ (CE’;G) orSBS- | BP-CA6or | TPOFB-PSFA or TPOFB-TLRA (4- | -285.0
modified bitumen CGF or Trisotech CA6 SBS-CA6 inch o.c.)

HoT-AsPHALT OR THERMASTIC 80 APPLIED BASE PLY:
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TABLE 78: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Substrate o e MDP
No. Note 1, Note 12 T ac T ac sf) A
(Note 1, Note 12) ype (Notes 6,7,8) ype (Notes 6,7,8) Base Ply 117 Cap Ply
Min. 0.25-inch DensDeck Prime, SECUROCK
Gravel-surfaced BUR, (Optional) Min. 0.5-inch Gypsum-Fiber Roof Board or min. 0.5-inch (Optional)
R-62. brushed/spudded and vacuumed Trisotech G, Trisotech LRFIA Structodek HD with Primed Red Coating or tgi:ﬁ(gg) g;SAAAAor BP-AA or xg:zg :&;TA?FB :SFA)or -142.5
to remove loose gravel CGF or Trisotech SECUROCK Cement Roof Board or min. 7/16- SBS-AA inch o.c.
inch DEXcell Cement Roof Board
- ional) Min. 0.5-inch ional
Gravel-surfaced BUR, (Optional) Min. 0.5-inc Min. 0.5-inch Structodek HD with Primed Red | LRFIA or BP-AA or | (OPUONA) | roee Lia TPOFB-PSFA or
R-63. brushed/spudded and vacuumed Trisotech G, Trisotech LRFIA(BG) Coatin LRFIA(BG) SBS-AA BP-AA or TPOFB-TLRA (4-inch ) -165.0
to remove loose gravel CGF or Trisotech & : SBS-AA g -inch 0.¢.
Existing smaoth-surface or (Optional) Min. 0.5-inch | gy o Min. 0.5-inch Structodek HD with Primed Red | LRFIA or gp-ador | (OPHONa) | rpoeg A TPOFB-PSEA of
R-64. granule-surface BUR or SBS Trisotech G, Trisotech LRFIA(BG) Coatin LRFIA(BG) SBS-AA BP-AA or TPOFB-TLRA (4-inch ) -165.0
modified bitumen CGF or Trisotech 8 - SBS-AA - -inch o.c.
. . . Min. 0.25-inch DensDeck Prime, SECUROCK .
R-65 g:j::;;ji?iii:ﬁ vacuumed '(r?irs’:)lfenca;ml)GM{:i.s?).tié?\(:h LRFIA(BG) GypsulGRRr RocrQgard Wggin. 0. 548 LRFIA or BP-AA or g?)’_’:g’;il) TPOFB-HA, TPOFB-PSFA or -180.0
’ P ! SECUROCK Cement Roof Board or min. LRFIA(BG) SBS-AA TPOFB-TLRA (4-inch o.c.) '
toremove loose gravel CGF or Trisotech 7/16-inch DEXcell Cement Roof Board SBS-AA
. . . . Min. 0.25-inch DensDeck Prime, SECUROCK )
f66 E::;:}gzz‘r‘;:ctzlzarga;fsgs (T?izztc’e'f:)GM'T':i'S%i é’:h LRFIA or Gypsum-Fiber Roof Board or min. 0.5-inch LRFIA or BP-AA or f;p::'z') TPOFB-HA, TPOFB-PSFA or 1800
’ rgnodiﬁed bitumen CGF or Trisétech LRFIA(BG) SECUROCK Cement Roof Board or min. LRFIA(BG) SBS-AA SBS-AA TPOFB-TLRA (4-inch o.c.) '
7/16-inch DEXcell Cement Roof Board
TORCH-APPLIED BASE PLY:
Gravel-surfaced BUR, (Optional) Min. 0.5-inch g"{)‘;‘;gﬁf&’;ﬁh siﬁgﬁr?scgci\::g:?c::}e;imf RFIA o (Optional) | TPOFE-HA, TPOFB-PEBATF,
R-67. brushed/spudded and vacuumed Trisotech G, Trisotech LRFIA Roof Board 0; m.in 7/16-inch DEXcell Cement LRFIA(BG) SBS-TA SBg—TA TPOFB-PSFA or TPOFB-TLRA (4- | -142.5
to remove loose gravel CGF or Trisotech Roof Board ' inch o.c.)
Gravel-surfaced BUR (Optional) Min. 0.5-inch . . . . TPOFB-HA, TPOFB-PEBATF,
’ . 0.25- - L
R-68. | brushed/spudded and vacuumed | Trisotech G, Trisotech | LRFIA(BG) g’ggré’ 25-inch SECUROCK Gypsum-Fiber Roof Lﬁi:ﬁ (CE’;G) SBS-TA ggf’T‘;\”a') TPOFB-PSFA or TPOFB-TLRA (4- | -180.0
to remove loose gravel CGF or Trisotech inch o.c.)
Existing smooth-surface or (Optional) Min. 0.5-inch . . . . TPOFB-HA, TPOFB-PEBATF,
R-69. | granule-surface BUR or SBS Trisotech G, Trisotech tgi:ﬁ(‘;r(;) g/'o'g;g'zs""‘:h SECUROCK Gypsum-Fiber Roof tEE:’: (‘;rG) SBS-TA gg“ﬁ\na') TPOFB-PSFA or TPOFB-TLRA (4- | -180.0
modified bitumen CGF or Trisotech inch o.c.)
Gravel-surfaced BUR (Optional) Min. 0.5-inch . . . TPOFB-HA, TPOFB-PEBATF,
} 0.5- L
R70. | brushed/spudded and vacuumed | Trisotech G, Trisotech | LRFIA(BG) gﬂr';ig 57'2%23&%'355I%x:;’*;;;&;g y Lﬁi:ﬁ (CE’;G) SBS-TA ggf’T‘;\”a') TPOFB-PSFA or TPOFB-TLRA (4- | -187.5
to remove loose gravel CGF or Trisotech ' inch o.c.)
Existing smooth-surface or (Optional) Min. 0.5-inch LREIA or Min. 0.5-inch SECUROCK Cement Roof Board LREIA or (Optional) TPOFB-HA, TPOFB-PEBATF,
R-71. granule-surface BUR or SBS Trisotech G, Trisotech Y . SBS-TA TPOFB-PSFA or TPOFB-TLRA (4- | -262.5
modified bitumen CGE or Trisotech LRFIA(BG) or min. 7/16-inch DEXcell Cement Roof Board LRFIA(BG) SBS-TA inch o.c.)
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TABLE 7c: STEEL - RECOVER

SYSTEM TYPE C-2: INDUCTION WELDED ROOF COVER
(All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin.)

System Substrate . Attachment MDP
Insulation Layer - Roof Cover
No. (Note 1) Fasteners (Note 11) Spacing (psf)
— - 1> - - p—
EX|s.t|ng s.tandlng seam or lap s.eam metal.roof covers | Oneor mt?re I.ayers, Dekfast DF-#12-PC-SQ3 with SFS isoweld® F1 12 x 60-inch 0.c. | TremPly TPO induction welded using SFS
R-72. having min. 16 gauge (0.0598 inch), 50 ksi steel any combination, P-6.8-TPO Plates are fastened through to X . » -37.5
. . Lo ) (along purlins) isoweld® 3000 tool.
purlins spaced max. 60-inch o.c. preliminarily fastened purlins
L . One or more layers . .
E | | f ! Dekfast DF-#12-PC- h SF 1d® F1- .
X|sF|ng s.tandlng seam or ap.seam metaT reo cove.‘rs any combination, min. ekfast C-5Q3 with SFS isoweld 8 x 72-inch o.c. TremPly TPO induction welded using SFS
R-73. having min. 14 gauge (0.075 inch), 50 ksi steel purlins . R P-6.8-TPO Plates are fastened through to . . -52.5
- 2-inch, preliminarily . (along purlins) isoweld® 3000 tool.
spaced max. 72-inch o.c. purlins
fastened
e . One or more layers, . . o
EX|s.t|ng s.tandlng seam or Iap.seam metz?l roof cove.rs any combination, min. Dekfast DF-#12-PC-SQ3 with SFS isoweld® F1- 6 x 72-inch o.c. TremPly TPO induction welded using SFS
R-74. having min. 14 gauge (0.075 inch), 50 ksi steel purlins . R P-6.8-TPO Plates are fastened through to R . » -82.5
X 2-inch, preliminarily . (along purlins) isoweld® 3000 tool.
spaced max. 72-inch o.c. purlins
fastened
Existing standing seam or lap seam metal roof covers | One or more layers Dekfast DF-#12-PC-SQ3 with SFS isoweld® F1- . . . )
’ 6 x 60-inch o.c.
R-75. having min. 16 gauge (0.0598 inch), 50 ksi steel any combination, P-6.8-TPO Plates are fastened through to X dPHne _0 ¢ TremPIy TPO induction welded using SFS -90.0
. . - . (along purlins) isoweld® 3000 tool.
purlins spaced max. 60-inch o.c. preliminarily fastened purlins
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TABLE 7p: STEEL - RECOVER

SYSTEM TYPE D-1: INSULATED, MECHANICALLY ATTACHED ROOF COVER
(All areas where the existing metal panels do not lay flush on the underlying purlin shall have a 0.25-inch diameter pilot hole pre-drilled into the panel prior to driving the Purlin Fastener into the purlin.)

Insulation

NEmoO | etc.e

Roof Cover
System Substrate (Note 1) MDP
No. Type Attach Membrane Fasteners (Note 11) Attachment (psf)
EX|s.t|ng s.tandmg seam or lap s.eam metal.roof c:overs One or more prelim. Tremco #12 Purlin Fastener with 12-inch q.c. within 6-inch wide laps spaced
R-76. having min. 16 gauge (0.0598 inch), 50 ksi or min. 12 gauge layers, any attached TremPly TPO Tremco 2.4” Barbed Seam Plates max. 84-inch o.c. to engage steel purlin. -30.0
(0.105 in.), 36 ksi steel purlins spaced max. 84-inch o.c. combination ' Laps sealed with a 1.5-inch heat weld.
Existing standing seam or lap seam metal roof covers One or more . . . 12-inch o.c. in rows spaced max. 114-inch o.c.
) . ; R . Prelim. Tremco #12 Purlin Fastener with X . .
R-77. having min. 16 gauge (0.0598 inch), 50 ksi or min. 12 gauge layers, any attached TremPly TPO Tremco 2.4” Barbed Seam Plates to engage steel purlin. An 8-inch wide cover -30.0
(0.105 in.), 36 ksi steel purlins spaced max. 114-inch o.c. combination ’ strip is heat welded over the stress plates.
Existing standing seam or lap seam metal roof covers One or more ) . . 12-inch o.c. within min. 6-inch wide laps
; ) . R . Prelim. Tremco #12 Purlin Fastener with -
R-78. having min. 14 gauge (0.0747 inch), 50 ksi or min. 12 gauge layers, any attached TremPly TPO Tremco 2.4” Barbed Seam Plates spaced max. 84-inch o.c. to engage steel -37.5
(0.105 in.), 36 ksi steel purlins spaced max. 84-inch o.c. combination ’ purlin. Laps sealed with 1.5-inch heat weld.
Existing standing seam or lap seam metal roof covers One or more . . . 6-inch o.c. in rows spaced max. 120-inch o.c.
) . ; R . Prelim. Tremco #12 Purlin Fastener with ; . .
R-79. having min. 16 gauge (0.0598 inch), 50 ksi or min. 12 gauge layers, any attached TremPly TPO Tremco 2.4” Barbed Seam Plates to engage steel purlin. An 8-inch wide cover -45.0
(0.105 in.), 36 ksi steel purlins spaced max. 120-inch o.c. combination ’ strip is heat welded over the stress plates.
EX|sF|ng s.tandmg seam or lap s.eam metal.roof c.overs One or more Prelim. Tremco #12 Purlin Fastener with 6-inch o.F. within 6-inch wide laps spa.ced
R-80. having min. 16 gauge (0.0598 inch), 50 ksi or min. 12 gauge layers, any p . TremPly TPO Tremco 2.4” Barbed Seam Plates max. 84-inch o.c. to engage steel purlin. -52.5
(0.105 in.), 36 ksi steel purlins spaced max. 84-inch o.c. combination ' Laps sealed with a 1.5-inch heat weld.
Existing standing seam or lap seam metal roof covers One or more . . . 6-inch o.c. in rows spaced max. 114-inch o.c.
h . ; . . Prelim. Tremco #12 Purlin Fastener with ; . ’
R-81. having min. 16 gauge (0.0598 inch), 50 ksi or min. 12 gauge layers, any attached TremPly TPO Tremco 2.4” Barbed Seam Plates to engage steel purlin. An 8-inch wide cover -52.5
(0.105 in.), 36 ksi steel purlins spaced max. 114-inch o.c. combination ’ strip is heat welded over the stress plates.

TABLE 7e: RECOVER APPLICATIONS
SYSTEM TYPE F: NON-INSULATED, BONDED SINGLE-PLY ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the substrate (See Note 12).
The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
MDP
System No. Substrate (Note 1 and Note 12) Roof Cover (Note 15) ?‘
R-82. Existing fully adhered grany{e-surfaced asphaltic roof cover, existing fully adhered granule-surfaced SBS modified bitumen or existing fully adhered TPOFB-TLRA (12-inch o.c.) -60.0
granule-surfaced APP modified bitumen
R-83. Existing fully adhered granule-surfaced asphaltic roof cover TPOFB-TLRA (6-inch o.c.) -67.5
R-84. E?ustmg fully adhered smooth- or granule-surfaced SBS modified bitumen or existing fully adhered smooth- or granule-surfaced APP modified TPOFB-TLRA (4-inch o.c.) 3375
bitumen
R-85. Existing fully adhered, granule-surfaced asphaltic roof cover TPOFB-TLRA (4-inch o.c.) -492.5
R-86. Existing fully adhered, granule-surfaced asphaltic roof cover TPOFB-HA -405.0
R-87. Existing fully adhered, granule-surfaced modified bitumen roof cover TPOFB-HA -445.0
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