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Certificate of Authorization #32455
353 Christian Street, Unit #13
Oxford, CT 06478

® (203) 262-9245
ENGINEER TEST ConsuLT
P.E. EVALUATION REPORT (PEER)
Beacon Sales Acquisition, Inc. PEER-CTRBSA-001.B.R3
505 Huntmar Park Drive, Suite 300 FL30268-R6 (HVHZ)
Herndon, VA 20170 Date of Issuance: 11/09/2023
(610) 893-5400 Revision 3: 04/17/2025

SCOPE:

This P.E. Evaluation Report (henceforth ‘PEER’) is issued under F.A.C. Rule 61G20-3 and the applicable rules and regulations
governing the use of construction materials in the State of Florida. The documentation submitted has been reviewed by Robert
Nieminen, P.E. for use of the product under the Florida Building Code. The product described herein has been evaluated for
compliance with the 8t Edition (2023) Florida Building Code, High Velocity Hurricane Zone sections noted herein.

DescrIPTION: TRI-BUILT Modified Bitumen Roof Systems (HVHZ)

LABELING: Labeling shall be in accordance with the requirements of the Accredited Quality Assurance Agency noted herein.
CONTINUED COMPLIANCE: This PEER is valid until such time as the named product(s) changes, the referenced Quality Assurance or
production facility location(s) changes, or Code provisions that relate to the product(s) change. Acceptance of our PEERs by the
named client constitutes agreement to notify NEMO ETC, LLC of any changes to the product(s), the Quality Assurance or the
production facility location(s). NEMO ETC, LLC requires a complete review of its PEER relative to updated Code requirements with
each Code Cycle.

ADVERTISEMENT: “NEMO P.E. Evaluated” may be displayed in advertising literature. If any portion of the PEER is displayed, then it shall
be done in its entirety.

INSPECTION: Upon request, a copy of this entire PEER shall be provided to the user by the manufacturer or its distributors and shall be
available for inspection at the job site at the request of the Building Official.
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CERTIFICATION OF INDEPENDENCE:

1. NEMO ETC, LLC does not have, nor does it intend to acquire or will it acquire, a financial interest in any company manufacturing or
distributing products it evaluates.

2. NEMO ETC, LLC is not owned, operated or controlled by any company manufacturing or distributing products it evaluates.

3. Robert Nieminen, P.E. does not have nor will acquire, a financial interest in any company manufacturing or distributing products for
which the PEERs are being issued.

4. Robert Nieminen, P.E. does not have, nor will acquire, a financial interest in any other entity involved in the approval process of the
product.

5. This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer of Record for any
project on which this PEER, or previous versions thereof, is/was used for permitting or design guidance unless retained specifically for
that purpose.

© 2019 NEMO ETC, LLC



ROOFING SYSTEMS EVALUATION:

1. SCOPE:

NEmO | etc.e

Product Category:
Sub-Category:

Roofing
Modified Bitumen Roof Systems

Product Approval Method: Method 1, Option D — Codified Material, Evaluation by Engineer

Compliance Statement: TRI-BUILT Modified Bitumen Roof Systems, as produced by Beacon Sales Acquisition,
Inc., have demonstrated compliance with the following sections of the 8" Edition (2023) Florida Building Code,
High Velocity Hurricane Zone (HVHZ) through testing in accordance with the following Standards. Compliance is
subject to the Installation Requirements and Limitations of Use set forth herein.

2. STANDARDS:

SECTION
TAS 110
TAS 110
TAS 110
TAS 110
TAS 110
TAS 110
TAS 110
TAS 110

3. REFERENCES:

PROPERTY
Resistance to Foot Traffic
Wind resistance

Susceptibility to Hail Damage

Susceptibility to Leakage
Material standard
Material standard
Material standard
Material standard

STANDARD

TAS 114, Section 8.9
TAS 114, Appendix C, D or J
TAS 114, Appendix F
TAS 114, Appendix G

ASTM D1970
ASTM D4601
ASTM D6164
ASTM D6222

ENTITY

NEMO (TST6049)

NEMO CERT (EVL13843)
NEMO

UL, LLC. (QUA9625)

UL, LLC. (QUA9625)

4, PRODUCT DESCRIPTION:

EXAMINATION REFERENCE
ASTM D1970 4q9-CTR-SSMBB-002.A
NER NER-CTR-001

Cross-Reference
Quality Assurance
Quality Control

FBC Product Cross Listing
Service Confirmation
Florida BCIS

DATE
01/06/2025
05/29/2024
09/27/2023
11/13/2019
Current

This PEER covers TRI-BUILT Modified Bitumen Roof Systems installed in accordance with Beacon Sales Acquisition,
Inc. published installation instructions and the Limitations of Use set forth herein.

TABLE 1: EVALUATED MEMBRANES
MATERIAL STANDARD
TypPE PRoODUCT PLANT(S)
REFERENCE Type GRADE

TRI-BUILT SA Nailbase ASTM D4601 1l N/A Little Rock, AR
Base Sheets P oK

TRI-BUILT Fiberglass Base Sheet 35Q. | ASTM D4601 I N/A ryor,

Shafter, CA

Base/Ply Membranes (APP) | TRI-BUILT Smooth Torch ASTM D6222 | Little Rock, AR

TRI-BUILT Smooth Torch ASTM D6222 | S Little Rock, AR
Cap Membranes (APP) -

TRI-BUILT Granulated Torch ASTM D6222 | Little Rock, AR

P OK

TRI-BUILT SAT Base ASTMD1970 | N/A N/A rvor,
Base/Ply Membranes (SBS) Shakopee, MN

TRI-BUILT SA Plybase ASTM D1970 N/A N/A Little Rock, AR

TRI-BUILT SA Cap ASTM D6164 | G Little Rock, AR
Cap Membranes (SBS) -

TRI-BUILT SBS Cap ASTM D6164 | G Little Rock, AR
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5. LIMITATIONS:

5.1 This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer
of Record for any project on which this PEER, or previous versions thereof, is/was used for permitting or design
guidance. PEERs are not to be construed as representing any attributes not specifically listed, nor are PEERs to be
construed as an endorsement of the subject, or a recommendation for its use. There is no warranty by NEMO ETC,
LLC or Robert Nieminen, P.E., express or implied, as to any finding or other matter in this PEER, or as to any product
covered by the PEER.

5.2 This PEER is exclusively for use in High Velocity Hurricane Zone jurisdictions, as defined in FBC Chapter 2 (Broward
and Miami-Dade Counties).

53 The evaluation herein pertains to above-deck roof components; deck-attachment details pertain to ‘as-tested’
conditions under Testing Application Standard TAS 114, Appendix J. Roof decks shall be in accordance with FBC
HVHZ requirements to the satisfaction of the Authority Having Jurisdiction.

5.4 This PEER does not include evaluation of fire classification. Refer to FBC HVHZ 1516 for requirements and
limitations regarding roof assembly fire classification. Refer to FBC 2603 for requirements and limitations
concerning the use of foam plastic insulation.

5.5 This PEER does not include evaluation of roof edge termination. Refer to Roofing Application Standard RAS 111
for requirements and limitations regarding edge securement for low-slope roofs.

5.6 Refer to FBC HVHZ 1521 for requirements and limitations regarding recover installations.

5.6.1 For mechanically attached components over existing roof decks, fasteners shall be tested in the existing deck for
withdrawal resistance. A qualified design professional shall review the data for comparison to the minimum
requirements for the system. Testing shall be in accordance with Testing Application Standard TAS 105.

5.6.2 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the
existing deck or existing roof surface shall be examined for compatibility with the adhesive to be installed. If any
surface conditions exist that bring system performance into question, field uplift testing in accordance with Testing
Application Standard TAS 124 shall be conducted on mock-ups of the proposed new roof assembly.

5.6.3 For bonded insulation or membrane over existing substrates in a recover installation, the existing roof system shall
be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having
Jurisdiction, as documented through field uplift testing in accordance with Testing Application Standard TAS 124.

5.7 Refer to Appendix 1 for system attachment requirements for wind load resistance.

5.7.1 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads,
and reflects the ultimate passing pressure divided by 2 (the 2 to 1 margin of safety per Testing Application
Standard TAS 114 has already been applied). Refer to FBC HVHZ 1620 and Roofing Application Standard RAS 128
for determination of design wind loads.

5.7.2  For mechanically attached components, the maximum design pressure for the selected assembly shall meet or
exceed at least the Zone 1 PRIME design pressure determined in accordance with FBC HVHZ 1620 or Roofing
Application Standard RAS 128. Elevated pressure zones shall employ an attachment density designed by a
qualified design professional to resist the elevated pressure criteria. Analysis shall be in accordance with Roofing
Application Standard RAS 117 or RAS 137. *This extrapolation is not permitted for systems marked with an
asterisk*.

5.7.3 For tables and/or assemblies marked with an asterisk*, the maximum design pressure (MDP) limitation shall be
applicable to all roof pressure zones. Rational analysis is not permitted.

5.8 All components in the roof assembly shall have quality assurance audit in accordance with F.A.C. Rule 61G20-3.
Refer to the Product Approval of the component manufacturer for components listed in Appendix 1 that are
produced by a Product Manufacturer other than the report holder on Page 1 of this PEER.
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6. INSTALLATION:

TRI-BUILT Modified Bitumen Roof Systems shall be installed in accordance with Beacon Sales Acquisition, Inc.
published installation instructions, subject to the Limitations of Use herein.

7. BUILDING PERMIT REQUIREMENTS:

As required by the Building Official or Authority Having Jurisdiction to properly evaluate the installation of this
product.

8. IMANUFACTURING PLANTS:

Contact the named QA entity for manufacturing facilities covered by F.A.C. Rule 61G20-3 QA requirements. Refer
to Section 4 herein for products and production locations having met codified material standards.

9. QUALITY ASSURANCE ENTITY:
UL (QUA9625): (360) 817-5512; bsai.inspections@ul.com

- THE 52-PAGES THAT FOLLOW FORM PART OF THIS PEER -
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APPENDIX 1: ATTACHMENT REQUIREMENTS FOR WIND UPLIFT RESISTANCE

TABLE DECK APPLICATION TYPE DESCRIPTION PAGE
1A Wood New, Reroof (Tear-Off) or Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 7
18 Wood New or Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 8
1c Wood New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 9
1p Wood New, Reroof (Tear-Off) or Recover D-2 Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 11
1e Wood New, Reroof (Tear-Off) E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 12
1F Wood New, Reroof (Tear-Off) or Recover E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 13
2A Steel or Structural concrete New, Reroof (Tear-Off) or Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 15
2B Steel or Structural concrete New, Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 18
2C Steel or Structural concrete New, Reroof (Tear-Off) or Recover D-2 Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 21
3A Structural concrete New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 22
3B Structural concrete New or Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 29
4A Deck with Lightweight Concrete New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 30
4B Deck with Lightweight Concrete New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 31
4c Deck with Lightweight Concrete New or Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 35
4p Deck with Lightweight Concrete New or Reroof (Tear-Off) E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 38
5A Cementitious wood fiber New or Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 41
58 Cementitious wood fiber New or Reroof (Tear-Off) or Recover B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 42
5¢ Cementitious wood fiber Reroof (Tear-Off) or Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 43
5p Cementitious wood fiber New, Reroof (Tear-Off) or Recover E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 43
6A Existing gypsum Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 44
68 Existing gypsum Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 45
6C Existing gypsum Reroof (Tear-Off) C-1 Mechanically Attached Insulation, Bonded Roof Cover 46
6D Existing gypsum Reroof (Tear-Off) E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 47
7A Various Recover A-1 Bonded Insulation, Bonded Roof Cover 48
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The following notes apply to the systems outlined herein:
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1 The roof system evaluation herein pertains to above-deck roof components. Roof decks and structural members shall be in accordance with FBC HVHZ requirements to the satisfaction of the Authority Having
Jurisdiction. Deck-attachment details pertain to ‘as-tested’ conditions under Testing Application Standard TAS 114, Appendix J.

2 Unless otherwise noted, fasteners and stress plates shall be as follows. Fasteners shall be of sufficient length for the following engagements:

FASTENER/PLATE OPTIONS
DECK TYPE By FBC HVHZ FiLE PARTS MINIMUM ENGAGEMENT
Altenloh, Brinck and Co. U.S., Inc. 24-0227.06 Trufast #14 HD with Trufast 3” Metal Insulation Plates Mini s4-inch ol g .
- trat
Wood OMG, Inc. 23-0718.03 | OMG #14 Roofgrip with AccuTrac Plates or OMG #14 Heavy Duty with OMG 3 in. Galvalume Steel Plate |  mimum 7-inch plywood penetration or
minimum 1-inch wood plank embedment
SFS Group USA, Inc. 22-0913.02 Dekfast DF-#14-PH3 with Dekfast PLT-H-2-7/8 or Dekfast PLT-R-3.
Altenloh, Brinck and Co. U.S., Inc. 24-0227.06 Trufast #12 DP or Trufast #14 HD with Trufast 3” Metal Insulation Plates
— " . i .
Steel OMG, Inc. 23-0718.03 OMG #]:2 or #14 Roofgrip with AccuTrac Plates or OMG #12 Standard or OMG #14 Heavy Duty with Minimum %-inch steel penetration and engage
OMG 3 in. Galvalume Steel Plate the top flute of the steel deck
SFS Group USA, Inc. 22-0913.02 Dekfast DF-#12-PH3 or DF-#14-PH3 with Dekfast PLT-H-2-7/8 or Dekfast PLT-R-3.
Altenloh, Brinck and Co. U.S., Inc. 24-0227.06 Trufast #14 HD or Trufast Fluted Concrete Nail with Trufast 3” Metal Insulation Plates Minimum 1.25-inch embedment. Fastener
Structural OMG #14 Roofgrip with AccuTrac Plates or OMG #14 Heavy Duty or CD-10 with OMG 3 in. Galvalume installed with a pilot hole in accordance with
OMG, Inc. 23-0718.03 , ;
Concrete Steel Plate the fastener manufacturer’s published
SFS Group USA, Inc. 22-0913.02 Dekfast DF-#14-PH3 with Dekfast PLT-H-2-7/8 or Dekfast PLT-R-3. installation instructions

3 Unless otherwise noted, insulation may be any one layer or combination of FBC Approved (Local or Statewide) board(s) that meet FBC HVHZ 1516 and, for foam plastic, FBC Chapter 26, when installed with the roof

cover.

4 Minimum 200 psi, minimum 2-inch thick FBC HVHZ Approved lightweight insulating concrete may be substituted for or installed below, rigid insulation board for System Types B-1, C-1, C-2, D-1 or D-2, whereby
fasteners are installed through the lightweight insulating concrete to engage the structural deck. The structural deck shall be of equal or greater type, thickness and strength to the steel and structural concrete
deck listings. Roof decks and structural members shall be in accordance with FBC requirements to the satisfaction of the Authority Having Jurisdiction. This is a wind uplift resistance allowance and does not purport
to address non-wind-uplift-related issues, such as deck venting or moisture levels within the LWIC and the potential effect on overlying components. If mechanical attachment to the structural deck through
lightweight insulating concrete is proposed, field withdrawal resistance testing shall be performed to confirm equivalent or determine enhanced fastening patterns and density. All testing and fastening design
shall be in compliance with Testing Application Standard TAS 105 and Roofing Application Standard RAS 117 and/or RAS 137. Calculations shall be prepared, signed and sealed by a qualified design professional.

5  Preliminary insulation attachment: Unless otherwise noted, use FBC HVHZ Approved roofing fasteners and plates minimum four fasteners per 4 x 8 ft board or minimum two fasteners per 4 x 4 ft board.

6  Unless otherwise noted, insulation adhesive application rates are as follows.
e Ribbon or bead width is at the time of application; the ribbons/beads shall expand as noted in the manufacturer’s published instructions.

If applying hot asphalt to concrete deck, deck shall be primed with ASTM D41 primer.
When multiple layers(s) of insulation and/or coverboard are installed in ribbon-applied adhesive, board joints shall be staggered.

e The maximum edge distance from the adhesive ribbon to the edge of the insulation board shall be not less than one-half the specified ribbons spacing.

INSULATION ADHESIVE REFERENCES

By FBC HVHZ FiLe ADHESIVE REFERENCE MINIMUM RATE NoTE
DuPont de Nemours, Inc. FL720 Insta Stik Quik Set Insta Stick Continuous 0.75 to 1 inch wide ribbons, 12-inch o.c
Millennium One Step Foamable Adhesive M-OSFA Continuous 0.25 to 0.5-inch wide ribbons, 12-inch o.c.
H.B. Fuller Company 21-1018.06 Millennium PG-1 Pump Grade Adhesive M-PG1 Continuous 0.5 to 0.75-inch wide ribbons, 12-inch o.c.
Millennium PG-1 EF ECO M-PG1-EF-ECO Continuous 1 to 1.5-inch wide ribbons, 12-inch o.c.
) 22-0614.11 Polyset Board-Max Polyset BM Continuous 3-inch wide ribbons, 12-inch o.c.
ICP Construction, Inc. - - - - - - - -
21-1115.05 Polyset Commercial Roofing Adhesive Polyset CRA Continuous 2.5 to 3-inch wide ribbons, 12-inch o.c. Formerly Polyset CR-20
OMG, Inc. 24-0422.18 OlyBond 500 Adhesive Fastener 0OB500 Continuous 0.75-inch wide ribbons, 12-inch o.c. PaceCart, SpotShot or Canister dispensing
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INSULATION ADHESIVE REFERENCES

By FBCHVHZ FiLE ADHESIVE REFERENCE MINIMUM RATE NoTE
Generic, ASTM D312, Type If applying hot asphalt to concrete deck, deck shall
" N/A hot asphalt N/A Full coverage at 25-30 Ibs/square be primed with ASTM D41 primer

7  Unless otherwise noted, all insulations are flat-stock or taper board of the minimum thickness noted. Tapered polyisocyanurate at the following thickness limitations may be substituted with the following Maximum
Design Pressure (MDP) limitations. In no case shall these values be used to ‘increase’ the MDP listings in the tables; rather if MDP listing below meets or exceeds that listed for a particular system in the tables,
then the thinner board listed below may be used as a drop-in for the equivalent thicker material listed in the table.

MDP LIMITATIONS FOR TAPERED POLYISOCYANURATE INSULATIONS
INSULATION MIN. TAPERED
ADHESIVE MDP (psF)
LISTED PRODUCT FBC HVHZ FiLE THICKNESS (IN)
Insta Stik Any polyisocyanurate listed with adhesive herein Various 1.0 -120.0
M-OSFA Any polyisocyanurate listed with adhesive herein Various 1.0 -157.5
M-PG1 Any polyisocyanurate listed with adhesive herein Various 1.0 -157.5
Polyset CRA Any polyisocyanurate listed with adhesive herein Various 1.0 -117.5
OB500 Rmax Multi-Max FA3 22-0815.03 0.5 -45.0
0OB500 Hunter H-Shield 24-0422.09 0.5 -315.0
0OB500 Johns Manville ENRGY 3 23-0509.05 0.5 -315.0
OB500 Atlas Roofing ACFoam Il 24-0215.03 0.5 -487.5

8 Bonded polyisocyanurate insulation boards shall be maximum 4 x 4 ft.

9  For mechanically attached components, the maximum design pressure for the selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in accordance with FBC HVHZ 1620 or
Roofing Application Standard RAS 128. Elevated pressure zones shall employ an attachment density designed by a qualified design professional to resist the elevated pressure criteria in accordance with Roofing
Application Standard RAS 117 or RAS 137. *This extrapolation is not permitted for systems marked with an asterisk*

10 For tables and/or assemblies marked with an asterisk*, the maximum design pressure for the selected assembly shall meet or exceed critical design pressure determined in accordance with FBC Chapter 16. No
rational analysis is permitted for these systems.

11  For mechanically attached components over existing decks, fasteners shall be tested in the existing deck for withdrawal resistance in accordance with Testing Application Standard TAS 105. A qualified design
professional shall review the data for comparison to the minimum requirements for the system. Should the fastener resistance be less than that required, a revised fastener spacing — prepared, signed and sealed
by a qualified design professional in accordance with Roofing Application Standard RAS 117 or RAS 137 — may be submitted to the Building Official for review and acceptance. For systems using Trufast Versa-Fast,
the number of Versa-Fast Fasteners installed through the Versa-Fast Plate may be increased from the minimum noted in order to yield minimum required withdrawal resistance.

12 Refer to FBC HVHZ 1521 for requirements and limitations regarding recover installations. For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the existing deck
or existing roof surface shall be examined for compatibility with the adhesive to be installed. If any surface conditions exist that bring system performance into question, field uplift testing shall be conducted on
mock-ups of the proposed new roof assembly. For bonded insulation or membrane over existing substrates in a recover installation, the existing roof system shall be capable of resisting project design pressures
on its own merit to the satisfaction of the Authority Having Jurisdiction, as documented through field uplift testing in accordance with Testing Application Standard TAS 124.

13 For Structural Concrete Deck or Recover Applications using System Type C-1 the base insulation layer is optional and for System Type C-2, D-1 or D-2, the insulation is optional. Alternatively, an FBC HVHZ Approved
insulation board or coverboard may be used as a separation layer. Board products shall be preliminarily attached prior to roof cover installation (Note 5). The separator component shall be documented as meeting
FBC HVHZ 1516 and, for foam plastic, FBC Chapter 26, when installed with the roof cover in Recover applications.
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14  Lightweight insulating concrete (LWIC) shall be cast in accordance with FBC Section 1917 to the satisfaction of the Authority Having Jurisdiction. For systems where specific LWIC is referenced, refer to current LWIC
FBC HVHZ Product Approval for specific deck construction and limitations. Unless otherwise noted, for systems where specific LWIC is not referenced, the minimum design mix shall be 300 psi. In all cases, the
minimum top-coat thickness is 2-inches. For LWIC over structural concrete, reference is made to FBC Section 1917.4.1, Point 1. For “pre-existent” LWIC references, listings were established through testing over
lightweight concrete cast using only foaming agent (ASTM C896), water and Portland cement (ASTM C150), with no proprietary additives, in accordance with procedures adopted by Miami-Dade BCCO (FBC
CER1592). Use of these listings in new construction or re-roof (tear-off) applications is at the discretion of the Designer or Record and Authority Having Jurisdiction.

15 For bonded membrane applications, unless otherwise noted, refer to the following:

MEMBRANE / ADHESIVE COMBINATIONS

REFERENCE LAYER MATERIAL APPLICATION
BP-AA Base Ply: | TRI-BUILT Fiberglass Base Sheet 35Q hot asphalt at 20-40 lbs/square
SBS-AA Cap Ply: | TRI-BUILT SBS Cap hot asphalt at 20-40 Ibs/square

Note: | SBS-AA membrane applications are not intended for use with APP-TA membrane applications.
SBS-SA-H Base Ply: | TRI-BUILT SAT Base self-adhering (activated by overlying membrane)
Base Ply: | TRI-BUILT SA PlyBase
SBS-SA Ply: | TRI-BUILT SA PlyBase self-adhering
Cap Ply: | TRI-BUILT SA Cap
Base Ply: | One or more TRI-BUILT Smooth Torch .
torch-applied
APP-TA Cap Ply: | TRI-BUILT Smooth Torch, TRI-BUILT Granulated Torch
Note: | APP-TA membrane applications are not intended for use with SBS-AA membrane applications.

16  Thermal Barrier and/or Vapor Barrier Options:

16A  Structural Concrete Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.

CONCRETE DECKS: VAPOR BARRIER OPTIONS, FOLLOWED BY BONDED INSULATION
VAPOR BARRIER ADHESIVE PER TABLE 3A
OPTION # PRIMER P MDP (psF)
TyYPE ATTACH (Notes 6,7,8)

C-VB-1. Tropical #410 Quick Dry TRI-BUILT SA PlyBase Self-adhering 0B500, 12-inch o.c. -82.5

C-VB-2. Tropical #410 Quick Dry TRI-BUILT SAT Base or TRI-BUILT SA Cap Self-adhering M-OSFA or M-PG1, 12-inch o.c. -97.5

C-VB-3. Tropical #410 Quick Dry TRI-BUILT SAT Base or TRI-BUILT SA Cap Self-adhering M-OSFA or M-PG1, 6-inch o.c. -315.0

C-VB-4. Tropical #410 Quick Dry TRI-BUILT Granulated Torch Torch-applied M-OSFA or M-PG1, 12-inch o.c. -420.0
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8MEDITION (2023) FBC HVHZ PEER-CTRBSA-001.B.R3 for FL30268-R6 (HVHZ)
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17  Unless otherwise noted, rigid board insulation or coverboard attachment patterns for Type B-1, B-2 and C-1 systems are as outlined below.

INSULATION ATTACHMENT PATTERNS — 4X4 FT BOARDS
~12-in.-—24-in.—| 6-in. 18-in— G—inq 6-in. - - 18-in. - 6—in.‘
| | i T ) !
121|n. 4 [ 6-in.
18-in.
i \ 24-in
24-in. [
18-in. : L
\ ‘ 6-in.
I 9 C ]
12-in. 6-in. ]
l T 6-in.
1 per 4.0 ft2 (4 per board) 1 per 3.2 ft2 (5 per board) 1 per 2.7 ft2 (6 per board)
6-in.+~ T 18-in. . 6-in. ‘ 6-in. 18—in.j 6-in 6-in.+ T 18-in. - 6-in.
i I}
| | A 4 ]
‘ 4 6-in c d >—T | 12-in. | © 12A.
5 S R ) -In
12-in 18-in o |
= ] T
| ( >— | 24-in. 12-in.
12-in. J 5 & |
. e - i
6-in 18in Tf‘h} 12-in
( 3 ) : 12-in. | © & .
| . I\ 6-in. | 6-in
-12-in.~ 6-in. i i
1 per 2.0 ft2 (8 per board) 1 per 1.8 ft2 (9 per board) 1 per 1.6 ft2 (10 per board)
6-in. -+ 18—in.f-] 6—in.w 6-in.+ T 18-in. 9 6-in. 6-in.+~—12-in.— 6-in.
T ] )
24-in. 121in, 12-in. 12-in.
R = ( ! !
x L .
121”1 12'”’] 12-in.
, > x
| 12-in. o
12-in - . ' 12v|n.
® 1 l \ | 6-in. 6-in.
6-in T | | | .
i --18-in. -~ -6-in. ~12-in.~—6-in.
1 per 1.45 ft2 (11 per board) 1 per 1.3 ft2 (12 per board) 1 per 1.0 ft2 (16 per board)
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INSULATION ATTACHMENT PATTERNS — 4X8 FT BOARDS

-112-in.- F—6-in. ~—6-in. 6-in. - -~ 18-in. - - = 6-in.
. | 0 - : , || | ! + z
12-in 12-in. 12-in. 12-in. | ;G-En. G»En
! i i 18-in 18-in
. 24-in. 24-in. 24-in. > ; T
| | 18-in 18-in
24-in. - £ - -
24-in 24-in 24-in. 12'|n 12!|n
: ‘ ‘ ' 18-in 18-in
24-in. 24-in 24-in t e
24-in
P ] | | 18-in 18-in
> + 12-in. i -i : :
] 'In 12-in 12'|n 6-in 6-in.
12-in. ! ! ; I 1 ;
i ~—24-in.— ~—24-in.— -12-in.-24-in. - - 24-in. -
1 per 4.0 ft2 (8 per board) 1 per 3.2 ft2 (10 per board) 1 per 2.7 ft2 (12 per board) 1 per 2.0 ft2 (16 per board) 1 per 1.8 ft2 (18 per board)
6-in.—-——‘12-in.* 6-in.+— 6-inf— 6-in.~—12-in.|-
| | :
o 6-in. 6-in. , | 6in.
-in. (— 5§ T
! 12-in. 12-in. 12-in.
18:in. 12-in 12-in. 12:in.
12-i f " 12-in.
18-in '|n ‘ 12}|n '
{ 12-in 12rn. 12-in.
15/l 12-in 12rn. 12-in.
18Lin. 12:|n 12rn. 12‘-|n.
P } 12-in 12Iin 12-in.
12;in. 6-in. 6-in. [ 6in.
| ; 7 f
~12-in.=—-6-in. -—24-in. - 24-in. -12-in.~~6-in.
1 per 1.6 ft2 (20 per board) 1 per 1.45 ft2 (22 per board) 1 per 1.3 ft2 (24 per board) 1 per 1.0 ft2 (32 per board)

18 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads. Refer to FBC (HVHZ) 1620 and Roofing Application Standard RAS 128 for determination of design

wind loads. (Notes 9 and 10)
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TABLE 1A: WOOD DECKS — NEW CONST!

TION, REROOF (TeAR-OFF) oR RECOVER

NEmO | etc.e

SYSTEM TYPE B-1: MECHANICALLY

ACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Attach et MbDP
ttac acl
No. Note 1 11 sf
(Note 1) Type Fasten (Note 11) Nete 17 Type N Base Ply Ply Cap Ply
SELF-ADHERING SYSTEMS:
nl\:l:: i:g;-_::s: ((szat)mg)l Min. 2-inch Dekfast DF-#14-PH3 1 per (Optional)
W-1 plywood, 24-inch span; 8d gfil;crjm Il or H- with Dekfast PLT-R-3 202 Min. 2-inch H-Shield HD Composite CG M-OSFA or M-PG1 | SBS-SA SBS-SA SBS-SA -52.5
ring shank nails, 6” o.c.
HYBRID SYSTEMS:
Min. 15/32-inch (existing), Min. 2-inch
min. 19/32-inch (new) ) Dekfast DF-#14-PH3 1 per . . . . (Optional) BP- | SBS-AA or
W-2 plywood, 24-inch span; 8d g(liii?jm Ilor H with Dekfast PLT-R-3 20 Min. 2-inch H-Shield HD Composite CG M-OSFA or M-PG1 | SBS-SA-H AA or APP-TA APP-TA 52.5
ring shank nails, 6” o.c.
o e a® [win s | e ot st - cptona
W-3 : ! ACFoam Il or H- . ! P Min. 1.5-inch ACFoam Il or H-Shield OSFA, M-PG1 SBS-SA-H P APP-TA 67.5
plywood, 24-inch span, #8 . 3”Metal Insulation 1.3 ft2 . APP-TA
” Shield Insta Stik, OB500
wood screws, 6” o.c. Plates
CONVENTIONAL SYSTEMS:
Min. 23/32-inch plywood, | Min. 1.5-inch Min. 0.5-inch Structodek High Density .
W-4 24-inch span; 8d ring ACFoam Il, ENRGY Note 2 L perz Fiberboard Roof Insulation, min. 0.75- hot asphalt BP-AA (Optional) BP SBS-AA or -45.0*
MR . 2.0 ft . AA or APP-TA | APP-TA
shank nails, 6” o.c. 3 or H-Shield inch FescoBoard (homogeneous)
Min. 23/32-inch plywood, Min. 1.5-inch Min. 0.25-inch DensDeck, DensDeck .
W-5 24-inch span; 8d ring ACFoam II, ENRGY | Note 2 1 per Prime or SECUROCK Gypsum-Fiber hot asphalt BP-AA or (Optional) BP- | SBS-AA or -45.0*
. ” K 2.0 ft2 APP-TA AA or APP-TA APP-TA
shank nails, 6” o.c. 3 or H-Shield Roof Board
r'\::: gg;__::z: ((szat)mg)' Min. 1.5-inch ;;l:lfzslg#\ivlith‘liuofrast 1 per Optional additional layer(s) of base hot asphalt, M- (Optional)
W-6 e Ao | ACFoam Il or H- Sovietal 1 Ny _f tw | insulation followed by Min. 0.25-inch | OSFA, M-PGL, APP-TA AP’;_T . APP-TA -90.0
ply ! " pan, Shield ’ SECUROCK Gypsum-Fiber Roof board Insta Stik, OB500
wood screws, 6” o.c. Plates
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TABLE 18: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
Sys. Deck . Attach Attach Primer MDP
No. (Note 1) T asten Attach T ac T ac Base Pl Pl capPl (psf)
ype (Note 11) ac ype (Notes 6,7,8) ype (Notes 6,7,8) ase 7y Y P =Y
SELF-ADHERING SYSTEMS:
‘MlnA 19/32- TRI-BUILT .32 ga.,. 1—;/8— 9-inch o.c. |‘n 4-inch Min. 1.5-inch . .
inch plywood, Fiberalass inch dia. tin lap and 12-inch o.c. ACFoam Il ENRGY Min. 0.25- Tropical (Optional)
W-7 24-inch span, g caps with 11 in two (2), equally S hot asphalt inch hot asphalt #410 Quick | SBS-SA P SBS-SA -45.0*
8d ring shank Base Sheet a. annular rin, spaced, staggered 3, H-Shield or DensDeck Dr SBS-SA
fng s 35Q ga-annuiarring | spaced, stagg Multi-Max FA3 Y
nails, 6” o.c. shank nails center rows
Min. 19/32- 32ga,15/8 | 8incho.c.in 3-inch ‘ ) hot asphalt QR
inch plywood TRI-BUILT inch dia. tin lap and 8-inch o.c. in Min. 1.5-inch coverage or M- Min. 0.25- coverage or M- Tropical
. ’ Fiberglass N - ACFoam Il, ENRGY | OSFA, Insta Stik, .y OSFA, Insta Stik, . (Optional)
w-8 ;3 'r?:hss':’::lé Base Sheet CZPZ ::f:;lrin zh;iztf)s't:q“:g ; 3, H-Shield or OBS500, Polyset Il;::sDeck 0B500, Polyset ’;‘:10 Quick | SBS-SA SBS-SA SBS-SA 525
nails g,, oc 35Q fh;ank nails e cZnter ’mwsgg Multi-Max FA3 BM or Polyset BM or Polyset v
’ o CRA, 4-inch o.c. CRA, 6-inch o.c.
Min. 19/32- 32ga, 1-5/8- | 8-incho.c.in3-inch | (Optional) Min. hot asphalt full Min.0.25- | hotasphalt ful
inch plywood TRIBUILT | 0 o dia. tin lap and 8-inch o.c.in | 1.5-inch ACFoam coverage or M- inch coverage or M- Tropical
W-9 | 24-inchspan, | TPCTESS | oo with1l | three (3), equally Il, ENRGY 3, H- OSFA, Insta Stik, | SECUROCK | OSFA, InstaStik, | /156 i | spssa | (OPOmall | gggop -60.0
. Base Sheet . . . OB500, Polyset Gypsum- OB500, Polyset SBS-SA
8d ring shank ga. annular ring | spaced, staggered Shield or Multi- A Dry
nails. 6” o 35Q chank nails enter rows Max FA3 BM or Polyset Fiber Roof BM or Polyset
e ' c W ) CRA, 4incho.c. | Board CRA, 6-inch o.c.
HYBRID SYSTEMS:
‘MlnA 19/32- TRI-BUILT .32 ga.,. 1—;/8— 9-inch o.c. |‘n 4-inch Min. 1.5-inch .
inch plywood, Fiberalass inch dia. tin lap and 12-inch o.c. ACFoam Il ENRGY (Optional) SBS-AA
W-10 24-inch span, g caps with 11 in two (2), equally Ny hot asphalt None N/A None SBS-SA-H BP-AA or or APP- -45.0*
8d ring shank Base Sheet a. annular rin, spaced, staggered 3, H-Shield or APP-TA TA
e * 35Q ga.annularring | spaced, stagg Multi-Max FA3
nails, 6” o.c. shank nails center rows
Min. 19/32- . . .
inch plywood | TRI-UILT | 3282»1-5/8- | 8dncho.c.in3-inch |\ ) oy )
at max. 24- Fiberalass inch dia. tin lap and 8-inch o.c. in ACFoam II. ENRGY (Optional) SBS-AA
W-11 X o g caps with 11 three (3), equally I hot asphalt None N/A None SBS-SA-H | BP-AAor or APP- -60.0
inch, 8d ring Base Sheet a. annular rin spaced, staggered 3, H-shield or APP-TA TA
shank nails, 6 | 35Q §a. annuar rigly SPGSIagg Multi-Max FA3
o shank nails center rows
CONVENTIONAL SYSTEMS:
‘MlnA 19/32- TRI-BUILT .32 ga.{ 1—;/8— 9-inch o.c. |.n 4-inch Min. 1.5-inch . . .
inch plywood, Fiberalass inch dia. tin lap and 12-inch o.c. ACFoam Il ENRGY Min. 0.25- Tropical BP-AA o (Optional) SBS-AA
W-12 24-inch span, g caps with 11 in two (2), equally S hot asphalt inch hot asphalt #410 Quick BP-AA or or APP- -45.0*
. Base Sheet . 3, H-Shield or APP-TA
8d ring shank ga. annular ring | spaced, staggered ) DensDeck Dry APP-TA TA
S o, 3sQ . Multi-Max FA3
nails, 6” o.c. shank nails center rows
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8MEDITION (2023) FBC HVHZ PEER-CTRBSA-001.B.R3 for FL30268-R6 (HVHZ)
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TABLE 18: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
Sys. Deck . Attach Attach Primer MDP
No. (Note 1) T asten Attach T ac T ac Base Pl Pl capPl (psf)
ype (Note 11) ac ype (Notes 6,7,8) ype (Notes 6,7,8) ase 7y Y P =Y
Min. 19/32- 32ga, 1-5/8- | 8-inch o.c.in 3-inch _ ) hot asphalt full hot @Rt ful
inch plywood, | N-BULT 14k dia. tin lap and 8-inch o.c.in | M- 1:5-inch coverage or M- Min.0.25. | coverageorM- Tropical (Optional) | SBS-AA
1 PIYWOOC, | i erelass " P < ACFoam I, ENRGY | OSFA, InstaStik, | .. "" OSFA, Insta Stik, pical | Bp.AAor P
W-13 24-inch span, caps with 11 three (3), equally . inch #410 Quick BP-AA or or APP- -52.5
8d ring shank Base Sheet a. annular rin spaced, staggered 3, H-Shield or 0B500, Polyset DensDeck ORED: Polv=Y Dr APP-TA APP-TA TA
nails 2,, o 3sQ fhénk nails s Znter lro sgg Multi-Max FA3 BM or Polyset BM or Polyset ¥
s, &7 0.C ' ¢ W CRA, 4-inch o.c. CRA, 6-inch o.c.
Min. 19/32- 32ga, 1-5/8- | 8-incho.c.in3-inch | (Optional) Min. hot asphalt full Min.0.25- | hotasphalt full
inch plywood TRIBUILT | 0 o dia. tin lap and 8-inch o.c.in | 1.5-inch ACFoam coverage or M- inch coverage or M- (Optional) SBS-AA
A Py ’ Fiberglass N P - ’ OSFA, Insta Stik, SECUROCK OSFA, Insta Stik, BP-AA or P
W-14 24-inch span, caps with 11 three (3), equally 1I, ENRGY 3, H- None BP-AA or or APP- -60.0
. Base Sheet . . . OB500, Polyset Gypsum- 0OB500, Polyset APP-TA
8d ring shank ga. annular ring | spaced, staggered Shield or Multi- ¢ APP-TA TA
nails. 6” 35Q shank nails enter rows Max FA3 BM or Polyset Fiber Roof BM or Polyset
s, & o.C ' ¢ W X CRA, 4-inch o.c. Board CRA, 6-inch o.c.

TABLE 1c: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer g y ol Primer 2 MDP
ttac
No. Note 1 Note 3, Note 13 sf
(Note 1) (Note 3, Note 13) Type Fasten (Note 11) Nete 17 Base Ply Ply Cap Ply
SELF-ADHERING SYSTEMS:
Min. 19/32-inch plywood, (Optional) One or more 1 per Tropical (Optional)
W-15 24-inch span, 8d ring layers, any Min. 0.25-inch DensDeck Note 2 P , | #410 Quick | SBS-SA P SBS-SA -45.0
X ” S . 1.3 ft SBS-SA
shank nails, 6” o.c. combination, loose laid Dry
Min. 19/32-inch plywood, (Optional) One or more . . Trufast #12 DP or #14 HD X
W-16 24-inch span, 8d ring shank | layers, any VI & inch SECURCRQypsum with Trufast 3” Metal 1per 1 None SBS-SA (Optional) SBS-SA -45.0*
. L . Fiber Roof Board ) 2.7 ft2 SBS-SA
nails, 6” o.c. combination, loose laid Insulation Plate
W-17 Qﬂﬂniﬁfi:;ﬁ flnyw;c;:k I(z? Zt: naar:) ONECME | Min. 15-inch ACFoam Il ENRGY 3, I\;ltjrfma;:lﬁitzp le;:tla? " 1 per ;z%m(;:nck SBS-SA (Optional) SBS-SA -45.0*
Inch span, Sdring vers, any | H-Shield or Multi-Max FA3 ) 2.0ft2 SBS-SA :
nails, 6” o.c. combination, loose laid Insulation Plate Dry
M.m' i.;g;-lnc: ((eX|st)|ng), (Optional) One or more Trufast #14 HD with 1 per Tropical (Optional)
W-18 min. Inch tnew layers, any Min. 1.5-inch ACFoam II Trufast 3” Metal Insulation P #410 Quick | SBS-SA P SBS-SA 525
plywood, 24-inch span, 8d S ) 1.6 ft? SBS-SA
. I combination, loose laid Plate Dry
ring shank nails, 6” o.c.
Min. 19/32-inch plywood, (Optional) One or more . . Tropical .
X . Min. 1.5-inch ACFoam Il, ENRGY 3, 1 per . (Optional)
W-19 24f'nd,1, span, 8d ring shank Iayers', any ' H-Shield or Multi-Max FA3 Note 2 1.45 f12 #410 Quick | SBS-SA SBS-SA SBS-SA -60.0
nails, 6” o.c. combination, loose laid Dry
HYBRID SYSTEMS:
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ PEER-CTRBSA-001.B.R3 for FL30268-R6 (HVHZ)
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TABLE 1c: WOOD DECKS —NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmO | etc.e

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer : i Primer 2= MDP
No. (Note 1) (Note 3, Note 13) Type Fasten (Note 11) Qg:i:‘ Base Ply Ply Cap Ply (psf)
M.m' i;g;-lnc: ((EXISt)mg)’ (Optional) One or more Trufast #14 HD with 1 per (Optional)
W-20 min. —|n.c new layers, any Min. 1.5-inch ACFoam I Trufast 3” Metal Insulation p ) None SBS-SA-H P APP-TA -52.5
plywood, 24-inch span, 8d L . 1.6 ft APP-TA
. S combination, loose laid Plate
ring shank nails, 6” o.c.
Min. 15/32-inch (existing), !
. K (Optional) One or more . . .
W-21 min. 19/32—|n.ch (new) layers, any Mln..1,5 inch ACFoam Il, ENRGY 3 or Note 2 1 per2 None SBS-SA-H (Optional) BP SBS-AA 525
plywood, 24-inch span, 8d L . Multi-Max FA3 1.3 ft AA
. S combination, loose laid
ring shank nails, 6” o.c.
Min. 19/32-inch plywood, (Optional) One or more i
W-22 24-inch span, 8d ring shank | layers, any Min. 1.5-inch ACFoam Il or H-Shield | Note 2 1142efrtz None SBS-SA-H ﬁ%’:’:ig_?ﬂ Zisp _?’2‘” -60.0
nails, 6” o.c. combination, loose laid ’
Min. 15/32-inch (existing), Optional) Min. 1.5-
min. 19;32—inch ((new) ¢ i(nci One)or more Trufast #12 DP or #1Q@D 1 per (Optional) SBS-AA or
W-23 R ! Min. 1.5-inch ACFoam Il or H-Shield with Trufast 3” Metal None SBS-SA-H -75.0
plywood, 24-inch span, #8 | layers, any . 1.3ft2 APP-TA APP-TA
” L . Insulation Plate
wood screws, 6” o.c. combination, loose laid
Min. 19/32-inch plywood, (Optional) One or more . . .
. Min. 1.5-inch ACFoam Il, ENRGY 3 or 1 per (Optional)
W-24 24-inch span, #8 wood layers, any . Note 2 ) None SBS-SA-H APP-TA -82.5
screws, 6” o.c. combination, loose laid Multi-Max B2 13ft APP-TA
CONVENTIONAL SYSTEMS:
. . . Min. 0.5-inch Structodek High
W-25 gﬂtll—r:nis/SSZEa_r:n;Z ;;:zwood, I(;)‘::t:naar:) One or more Density Fiberboard Roof Insulation, fote 2 1 per None BP-AA (Optional) BP- | SBS-AA or 45.0%
pan, saring Vers, any _ | min. 0.75-inch FescoBoard 2.0 ft2 AAor APP-TA | APP-TA :
shank nails, 6” o.c. combination, loose laid
(homogeneous)
M.m' 15/32—.|nch (existing), (Optional) One or more Min. 0.25-inch DensDeck, DensDeck Trufast #12 DP or #14 HD .
W-26 min. 19/32-inch (new) layers, an Prime or SECUROCK Gypsum-Fiber with Trufast 3” Metal 1 per None BP-AA or (Optional) BP- | SBS-AA or -45.0%*
plywood, 24-inch span, 8d | 2Yers @ . vP ) 20t APP-TA | AAOrAPP-TA | APP-TA :
. I combination, loose laid Roof Board Insulation Plate
ring shank nails, 6” o.c.
Min. 15/32-inch (existing), | (Optional for Recover)
. . 4 S . . Trufast #12 DP or #14 HD .
W-27 min. 19/32-|n.ch (new) Min. 1.5-inch, One or Mln. 0.25-inch SECUROCK Gypsum- with Trufast 3" Metal 1 per None APP-TA (Optional) APP-TA -60.0
plywood, 24-inch span, 8d more layers, any Fiber Roof Board . 1.45 ft? APP-TA
. I Lo . Insulation Plate
ring shank nails, 6” o.c. combination, loose laid
oo | oot | e 0 homm | i g5 scurock o | [T | e | sranor | e [sosmnor | o
~INCh span, Sd nngg” : ' Fiber Roof Board . 1.8 ft2 APP-TA AAor APP-TA | APP-TA ‘
nails, 6” o.c. loose laid. Insulation Plate
Min. 15/32-inch (existing), | (Optional for Recover)
. . K R . . Trufast #12 DP or #14 HD .
W-29 min. 19/32—|n.ch (new) Min. 1.5-inch, One or Mln. 0.25-inch SECUROCK Gypsum- with Trufast 3 Metal 1 per None APP-TA (Optional) APP-TA 675
plywood, 24-inch span, #8 | more layers, any Fiber Roof Board . 1.3 ft? APP-TA
” - . Insulation Plate
wood screws, 6” o.c. combination, loose laid
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TABLE 1p: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

NEmO | etc.e

SYSTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

1 lation L
System Deck e Ly ) Base Sheet Roof Cover (Note 15 MDP
(Note 3, Note 13) Primer
No. (Note 1) (psf)
Type | Attach Type Fasten (Note 11 Attach Base Ply | Cap Ply
SELF-ADHERING SYSTEMS:
. . . . 8-inch o.c. at min. 3-inch lap | Tropical
M”?' 19/32-inch plywood, Min. 1.5-inch, One or Prelim. TRI-BUILT SA and 8-inch o.c. in two (2), #410 Quick (Optional)
W-30 24-inch span, #8 wood more layers, any . Note 2 SBS-SA -82.5*
” o Attach Nailbase equally spaced, staggered Dry at stress SBS-SA
screws, 6” o.c. combination
center rows plates
Min. 15/32-inch (existing), Min. 1.5-inch. One or OMG #14 HD with OMG 3 in. 6-inch o.c. at min. 2-inch lap | Tropical
W-31 min. 19/32-inch (new) mor.e I'a ors :,an Prelim. TRI-BUILT SA Round Metal Plate or Trufast and 6-inch o.c. in three (3), #410 Quick (Optional) SBS-SA 97 5%
plywood, 24-inch span, #8 . v - v Attach Nailbase #12 DP or #14 HD with Trufast equally spaced, staggered Dry at stress SBS-SA ’
” combination ” .
wood screws, 6” o.c. 3” Metal Insulation Plate center rows plates
Min. 15/32-inch (existing), Min. 1.5-inch. One or OMG #14 HD with OMG 3 in. 6-inch o.c. at min. 2-inch lap | Tropical
W-32 min. 19/32-inch (new) mor.e I.a ers ;n Prelim. TRI-BUILT SA Round Metal Plate or Trufast and 6-inch o.c. in four (4), #410 Quick (Optional) SBS-SA 1275
plywood, 24-inch span, #10 . v Y Y Attach Nailbase #12 DP or #14 HD with Trufast equally spaced, staggered Dry at stress SBS-SA ’
” combination - .
wood screws, 4” o.c. 3” Metal Insulation Plate center rows plates
HYBRID SYSTEMS:
M.In. 15/32—.|nch (existing), Min. 1.5-inch, One o . TRI-BUILT OMG #14 HD with OMG 3 in. 6—!nch o.c. 'at 4-inch lap and Tropical . SBS-AA
min. 19/32-inch (new) Prelim. X Round Metal Plate or Trufast 6-inch o.c. in three (3), #410 Quick
W-33 . more layers, any Fiberglass Base R SBS-SA-H or APP- -97.5
plywood, 24-inch span, #8 o Attach #12 DP or #14 HD with Trufast equally spaced, staggered Dry at stress
” combination Sheet 35Q ” . TA
wood screws, 6” o.c. 3” Metal Insulation Plate center rows plates
7-inch o.c. at 3-inch | d
Min. 19/32-inch plywood, Min. 1.5-inch, Oneor | , . | TRIBUILT 7_::Eh z E ian th'rzce (;)p an SBS-AA
W-34 24-inch span, #8 wood more layers, any Attach. Fiberglass Base Note 2 equall s .aced cta e,red None SBS-SA-H or APP- -105.0
screws, 6” o.c. combination Sheet 35Q qually sp »Stage TA
center rows
M.In. 15/32—.|nch (existing), Min. 1.5-inch, One o ' TRI-BUILT OMG #14 HD with OMG 3 in. 6—!nch o.c. 'at 4-inch lap and Tropical . SBS-AA
min. 19/32-inch (new) Prelim. . Round Metal Plate or Trufast 6-inch o.c. in four (4), #410 Quick
W-35 . more layers, any Fiberglass Base R SBS-SA-H or APP- -127.5
plywood, 24-inch span, #10 L Attach #12 DP or #14 HD with Trufast equally spaced, staggered Dry at stress
” combination Sheet 35Q ” . TA
wood screws, 4” o.c. 3” Metal Insulation Plate center rows plates
CONVENTIONAL SYSTEMS:
Min. 23/32-inch plywood, Min. 1.5-inch, One or . TRI-BUILT 12—|nch'o.c. at 4—'|nch lap SBS-AA
. . Prelim. . and 24-inch o.c. in two (2), BP-AA or
W-36 24-inch span; 8d ring shank more layers, any Attach Fiberglass Base Note 2 equally spaced. stagaered None APP-TA or APP- -45.0%
nails, 6” o.c. combination Sheet 35Q qually sp » Stage TA
center rows
M.ln. 15/32—'|nch (existing), Min. 1.5-inch, One o : TRI-BUILT OMG #14 HD with OMG 3 in. 6—!nch o.c. .at 4-inch lap and (Optional) | SBS-AA
min. 19/32-inch (new) Prelim. . Round Metal Plate or Trufast 6-inch o.c. in three (3),
W-37 . more layers, any Fiberglass Base R None BP-AA or or APP- -97.5
plywood, 24-inch span, #8 L Attach #12 DP or #14 HD with Trufast equally spaced, staggered
” combination Sheet 35Q ” . APP-TA TA
wood screws, 6” o.c. 3” Metal Insulation Plate center rows.
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TABLE 1p: WOOD DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

NEmO | etc.e

System Deck Insulation Layer(s) Base Sheet Roof Cover (Note 15 MDP
(Note 3, Note 13) Primer o
No. (Note 1) sf
Type Attach Type Fasten (Note 11 Attach Base Ply Cap Ply
M.m' 15/32—'|nch (existing), One or more layers, ) TRI-BUILT ) ” 8-!nch Q! (Optional) | SBS-AA
min. 19/32-inch (new) ) Prelim. X Trufast #14 HD with Trufast 3 8-inch o.c. at three (3)
W-38 lywood, 24-inch span, #8 any thickness or Attach Fiberglass Base Metal Insulation Plate equally spaced, staggered N BP-AA or or APP- 975
plywood, - span, combination Sheet 35Q QUG Space(gelase APP-TA TA
wood screws, 6” o.c. center rows
Min. 19/32-inch plywood, Min. 1.5-inch, One or . TRI-BUILT g "ch Rt 3-incriiggand SBS-AA
. Prelim. . 7-inch o.c. in three (3), BP-AA or
W-39 24-inch span, #8 wood more layers, any Attach Fiberglass Base Note 2 equally spaced. staggered None APP-TA or APP- -105.0
screws, 6” o.c. combination Sheet 35Q quatly sp » Stage TA
center rows
M.ln. 15/32—'|nch (existing), Min. 1.5-inch, One o . TRI-BUILT OMG #14 HD with OMG 3 in. 6-!nch o.c. ?t 4-inch lap and (Optional) | SBS-AA
min. 19/32-inch (new) Prelim. . Round Metal Plate or Trufast 6-inch o.c. in four (4),
W-40 . more layers, any Fiberglass Base R None BP-AA or or APP- -127.5
plywood, 24-inch span, #10 o Attach #12 DP or #14 HD with Trufast equally spaced, staggered
” combination Sheet 35Q ” . APP-TA TA
wood screws, 4” o.c. 3” Metal Insulation Plate center rows.

TABLE 1e: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Base Sheet B Roof Cover (Note 15) MDP
rimer P
No. (Note 1) Base Fasten (Note 11) Attach Base Ply | Cap Ply (psf)
SELF-ADHERING SYSTEMS:
w-a1 Min. 19/32-inch plywood, 24-inch TRI-BUILT SA 32 ga., 1-5/8-inch dia. tin caps with | 8-inch o.c. at min. 2-inch lap and 8-inch o.c. in None (Optional) SBS-SA 525
span, 8d ring shank nails, 6” o.c. Nailbase 11 ga. annular ring shank nails three (3), equally spaced, staggered center rows SBS-SA ’
W-42 Min. 19/32-inch plywood, 24-inch TRI-BUILT SA 32 ga., 1-5/8-inch dia. tin caps with | 8-inch o.c. at min. 2-inch lap and 8-inch o.c. in None (Optional) SBS-SA -60.0
span, 8d ring shank nails, 4” o.c. Nailbase 11 ga. annular ring shank nails three (3), equally spaced, staggered center rows SBS-SA ’
W-43 Min. 19/32-inch plywood, 24-inch TRI-BUILT SA 32 ga., 1-5/8-inch dia. tin caps with | 6-inch o.c. at min. 2-inch lap and 6-inch o.c. in None (Optional) SBS-SA 75.0
span, #8 wood screws, 6” o.c. Nailbase 11 ga. annular ring shank nails four (4), equally spaced, staggered center rows SBS-SA ’
Min. 19/32-inch plywood, 24-inch . o . . . . . . .
W-44 span and blocked 48-inch o.c., #10 TRI.-BUILT SA 32 ga., 1—5/8-|nc‘h dia. tin ca[os with | 4-inch o.c. at min. 2-inch lap and 4-inch o.c. in None (Optional) SBS-SA 105.0
Y Nailbase 11 ga. annular ring shank nails four (4), equally spaced, staggered center rows SBS-SA
wood screws, 6” o.c.
HYBRID SYSTEMS:
W-45 Min. 19/32-inch plywood, 24-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with | 9-inch o.c. at 4-inch lap and 12-inch o.c. in two None SBS-SA-H SBS-AA or -45.0%
span, 8d ring shank nails, 6” o.c. Base Sheet 35Q 11 ga. annular ring shank nails (2), equally spaced, staggered center rows APP-TA '
W-46 Min. 19/32-inch plywood, 24-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with | 8-inch o.c. at 4-inch lap and 8-inch o.c. in three None SBS-SA-H SBS-AA or 525
span, 8d ring shank nails, 6” o.c. Base Sheet 35Q 11 ga. annular ring shank nails (3), equally spaced, staggered center rows APP-TA '
W-47 Min. 19/32-inch plywood, 24-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with | 8-inch o.c. at 4-inch lap and 8-inch o.c. in three None SBS-SA-H SBS-AA or -60.0
span, 8d ring shank nails, 6” o.c. Base Sheet 35Q 11 ga. annular ring shank nails (3), equally spaced, staggered center rows APP-TA '
W-48 Min. 19/32-inch plywood, 24-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with | 6-inch o.c. at 4-inch lap and 6-inch o.c. in four None SBS-SA-H SBS-AA or 825
span, #8 wood screws, 6” o.c. Base Sheet 35Q 11 ga. annular ring shank nails (4), equally spaced, staggered center rows APP-TA '
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NEmO | etc.e
TABLE 1e: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Base Sheet Pri Roof Cover (Note 15) MDP
rimer T
No. (Note 1) Base Fasten (Note 11) Attach Base Ply Cap Ply (psf)
Min. 19/32-inch plngod, 24-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with | 4-inch o.c. at 3-inch lap and 4-inch o.c. in four SBS-AA or
W-49 span and blocked 48-inch o.c., #10 . X None SBS-SA-H -105.0
Y Base Sheet 35Q 11 ga. annular ring shank nails (4), equally spaced, staggered center rows APP-TA
wood screws, 6” o.c.
CONVENTIONAL SYSTEMS:
W-50 Min. 19/32-inch plywood, 24-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with | 9-inch o.c. at 4-inch lap and 12-inch o.c. in two None BP-AA or SBS-AA or 45.0*
span, 8d ring shank nails, 6” o.c. Base Sheet 35Q 11 ga. annular ring shank nails (2), equally spaced, staggered center rows APP-TA APP-TA '
W-51 Min. 19/32-inch plywood, 24-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with | 8-inch o.c. at 4-inch lap and 8-inch o.c. in three None BP-AA or SBS-AA or 525
span, 8d ring shank nails, 6” o.c. Base Sheet 35Q 11 ga. annular ring shank nails (3), equally spaced, staggered center rows APP-TA APP-TA '
W-52 Min. 19/32-inch plywood, 24-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with | 8-inch o.c. at 4-inch lap and 8-inch o.c. in three None BP-AA or SBS-AA or -60.0
span, 8d ring shank nails, 6” o.c. Base Sheet 35Q 11 ga. annular ring shank nails (3), equally spaced, staggered center rows APP-TA APP-TA '
W-53 Min. 19/32-inch plywood, 24-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with | 6-inch o.c. at 4-inch lap and 6-inch o.c. in four None BP-AA or SBS-AA or 825
span, #8 wood screws, 6” o.c. Base Sheet 35Q 11 ga. annular ring shank nails (4), equally spaced, staggered center rows APP-TA APP-TA '
Min. 19/32-inch plngod, 24-inch TRI-BUILT Fiberglass | 32 ga., 1-5/8-inch dia. tin caps with | 4-inch o.c. at 3-inch lap and 4-inch o.c. in four BP-AA or SBS-AA or
W-54 span and blocked 48-inch o.c., #10 i X None -105.0
Wood screws. 6” o.c Base Sheet 35Q 11 ga. annular ring shank nails (4), equally spaced, staggered center rows APP-TA APP-TA

TABLE 1r: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Base Sheet - Roof Cover (Note 15) MDP
rimer
No. (Note 1) Base Fasten (Note 11) | Attach Base Ply | Cap Ply (psf)
SELF-ADHERING SYSTEMS:
. . . 8-inch o.c. at min. 3-inch lap and 8-inch | Tropical #410 .
W-55 Min. 19/32-inch plywooc’jl, 24-inch TRI-BUILT SA Nailbase Note 2 o.c. in two (2), equally spaced, Quick Dry at (Optional) SBS-SA -82.5%
span, #8 wood screws, 6” o.c. SBS-SA
staggered center rows stress plates
Min. 15/32-inch (existing), min. OMG #14 HD with OMG 3 in. Round 6-inch o.c. at min. 2-inch lap and 6-inch | Tropical #410 (Optional)
W-56 19/32-inch (new) plywood, 24-inch TRI-BUILT SA Nailbase Metal Plate or Trufast #12 DP or #14 HD | o.c. in three (3), equally spaced, Quick Dry at SBg—SA SBS-SA -97.5%
span, #8 wood screws, 6” o.c. with Trufast 3” Metal Insulation Plate staggered center rows stress plates
Min. 15/32-inch (existing), min. OMG #14 HD with OMG 3 in. Round 6-inch o.c. at min. 2-inch lap and 6-inch | Tropical #410 (Optional)
W-57 19/32-inch (new) plywood, 24-inch TRI-BUILT SA Nailbase Metal Plate or Trufast #12 DP or #14 HD | o.c. in four (4), equally spaced, Quick Dry at SBZ—SA SBS-SA -127.5*
span, #10 wood screws, 4” o.c. with Trufast 3” Metal Insulation Plate staggered center rows stress plates
HYBRID SYSTEMS:
Min. 1?/32—|nch (existing), mm: TRI-BUILT Fiberglass OMG #14 HD with OMG 3 in. Round FS—mch 0.c. at 4-inch lap and 6-inch o.c. Tro.plcal #410 SBS-AA or
W-58 19/32-inch (new) plywood, 24-inch Metal Plate or Trufast #12 DP or #14 HD | in three (3), equally spaced, staggered Quick Dry at SBS-SA-H -97.5
" Base Sheet 35Q R " . APP-TA
span, #8 wood screws, 6” o.c. with Trufast 3” Metal Insulation Plate center rows stress plates
. . . . 7-inch o.c. at 3-inch lap and 7-inch o.c.
Min. 19/32-inch plywood, 24-inch TRI-BUILT Fiberglass X SBS-AA or
W-59 span, #8 wood screws, 6” o.c. Base Sheet 350 Note 2 in three (3), equally spaced, staggered None SBS-SA-H APP-TA 105.0
center rows
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TABLE 1F: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

NEmO | etc.e

System Deck Base Sheet Pri Roof Cover (Note 15) MDP
rimer T
No. (Note 1) Base Fasten (Note 11) Attach Base Ply Cap Ply (psf)
Min. 1?/32—|nch (existing), mln: TRI-BUILT Fiberglass OMG #14 HD with OMG 3 in. Round §—|nch o0.c. at 4-inch lap and 6-inch o.c. Trqplcal #410 SBS-AA or
W-60 19/32-inch (new) plywood, 24-inch Metal Plate or Trufast #12 DP or #14 HD in four (4), equally spaced, staggered Quick Dry at SBS-SA-H -127.5
X Base Sheet 35Q R " . APP-TA
span, #10 wood screws, 4” o.c. with Trufast 3” Metal Insulation Plate center rows stress plates
CONVENTIONAL SYSTEMS:
W.sL | Min.23/32-inch plywood, 24-inch | TRI-BUILT Fiberglass Note 2 iZCITr::T\AOIOC(Za; i'ﬂ:: 'asp ::: d24"”°h Nome BP-AAOr | SBS-AAor |
span, 8d ring shank nails, 6” o.c. Base Sheet 35Q . » €qually sp ! APP-TA APP-TA ’
staggered center rows
Min. 15/32-inch (existing), min. . OMG #14 HD with OMG 3 in. Round 6-inch o.c. at 4-inch lap and 6-inch o.c. (Optional)
W-62 19/32-inch (new) plywood, 24-inch ;:L—:;J;;‘L:gaseéglass Metal Plate or Trufast #12 DP or #14 HD in three (3), equally spaced, staggered None BP-AA or Z?)iﬁ_f_\\or -97.5
span, #8 wood screws, 6” o.c. with Trufast 3” Metal Insulation Plate center rows APP-TA
Wess | 19752 (new) phwond anch | TRBUIT Fiberglass | Trfast 14 HD wih Tufast 3" Metal | ZER2E S EIRIRAEEER R | (Optional) | Gocan | o7s
Pl Y Base Sheet 35Q Insulation Plate qually 5p » S1AE8 BP-AA ’
span, #8 wood screws, 6” o.c. center rows
. . . . 7-inch o.c. at 3-inch lap and 7-inch o.c.
Min. 19/32-inch plywood, 24-inch TRI-BUILT Fiberglass X BP-AA or SBS-AA or
W-64 span, #8 wood screws, 6” o.c. Base Sheet 35Q Note 2 in three (3), equally spaced, staggered None APP-TA APP-TA 105.0
center rows
Min. 15/32-inch (existing), min. . OMG #14 HD with OMG 3 in. Round 6-inch o.c. at 4-inch lap and 6-inch o.c. (Optional)
W-65 19/32-inch (new) plywood, 24-inch ;:L:;J}I\I;I’etl:ga:aglass Metal Plate or Trufast #12 DP or #14 HD | in four (4), equally spaced, staggered None BP-AA or Zisp_?_ﬁor -127.5
span, #10 wood screws, 4” o.c. with Trufast 3” Metal Insulation Plate center rows APP-TA
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NEmO | etc.e
TABLE 2A: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck - e MDP
ttac ac
No. Note 1 11 sf
(Note 1) Type Fasten (Note 11) ot 17 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
SELF-ADHERING SYSTEMS:
Min. 22 ga., type B, Grade 33 Min. 1.5-inch 1 per I(isttelrcz:)aL:;Z]}:;5;;:g1na(fj<;jllltol<\jvr:eatj BZLXST::::S'\::;( (Optional)
: ) - ) " ) : : ) *
S-1 zz’eneclrc;;emln. 2,500 psi structrual 2::?2:]::& ENRGY 3 | Note 2 20 f2 by min. 0.25-inch SECUROCK 0B500, Polyset BM, SBS-SA SBS-SA SBS-SA 45.0
Gypsum-Fiber Roof Board Polyset CRA
Min. 22 ga., type B, Grade 40
steel; 6 ft span, #12 HWH Teks Min. 2-inch ACFoam 1 per Min. 2-inch H-Shield HD (Optional)
52| 56" o.c. or min. 2,500 psi Il or H-Shield Note 2 2.7f2 | Composite CG M-OSFAorM-PG1 | SBS-SA SBS-SA SBS-SA | -45.0
structrual concrete
Min. 22 ga., type B, Grade 40
Dekfast DF-#12-DP or DF-
steel; 6 ft span, #12 HWH Teks Min. 2-inch ACFoam ) 1 per Min. 2-inch H-Shield HD (Optional)
>3 | 5,6 o.c. or min. 2,500 psi Il or H-Shield iﬁ_g:?’ with Dekfast 20f2 | Composite CG M-OSFAorM-PG1 | SBS-SA SBS-SA SBS-SA | -525
structrual concrete
Min. 22 ga., type B, Grade 80
o4 | steeli 6ftspan, #12 HWH Teks | Min. 2-inch ACFoam gffgﬂf\z:;éiiaosz PP | iper | Min. 2.5-inch H-hield HD M-OSFAOrM-PGL, | (oo o, | (Optional) | (oo | oo
5, 6” o.c. or min. 2,500 psi Il or H-Shield PLT-R-3 1.6 ft2 | Composite CG 6-inch o.c. SBS-SA ’
structrual concrete
HYBRID SYSTEMS:
Min. 22 ga., type B, Grade 40 .
. . . . . . (Optional) SBS-AA
55 steeﬂl, 6 ft span., #12 HWH.Teks Min. 2—|th ACFoam Note 2 1 per Min. 2—|r'1ch H-Shield HD M-OSFA or M-PG1 SBS-SA-H BP-AA or or APP- 45.0
5, 6” o.c. or min. 2,500 psi Il or H-Shield 2.7 ft2 Composite CG
APP-TA TA
structrual concrete
Min. 22 ga., type B, Grade 40 .
. . . Dekfast DF-#12-DP or DF- . . . (Optional) SBS-AA
56 | Steel 6ftspan, #12 HWH Teks | Min. 2-inch ACFoam | 14 pyi3 yith pekfast Lper | Min. 2-inch H Shield HD M-OSFAor M-PG1 | SBSSA-H | BP-AAor | orAPP- | -52.5
5, 6” o.c. or min. 2,500 psi Il or H-Shield 2.0 ft2 Composite CG
PLT-R-3 APP-TA TA
structrual concrete
Min. 22 ga., type B, Grade 33 . |
. Min. 1.5-inch Trufast #12 DP or #14 HD . . hot asphalt, M- )
s7 | steel6ftspan HL2HWHTeks | cponm il or - with Trufast 3"Metal Lper | Min. 1.5-inch ACFoam [l or H- OSFA, M-pG1, Insta | sBs-saH | (OPHONal | ppppa | 675
5,6” o.c. or min. 2,500 psi R . 1.45 ft Shield K APP-TA
Shield Insulation Plates Stik, OB500
structrual concrete
Min. 22 ga., type B, Grade 40 Min. 1.5-inch Trufast #12 DP (steel
steel; 6 ft span, #12 HWH Teks . only) or #14 HD with 1 per Min. 0.25-inch SECUROCK M-OSFA, M-PG1, (Optional)
58 5, 6” o.c. or min. 2,500 psi gl'(m:i':;m IorH Trufast 3” Metal 1.6 ft2 Gypsum-Fiber Roof Board Insta Stik, OB500 SBS-SA-H APP-TA APP-TA 75.0
structrual concrete Insulation Plate
Min. 22 ga., type B, Grade 80
g | steel; 6ftspan, #12 HWH Teks | Min. 2-inch ACFoam gffgﬂf\z:;éiiaosz PF- 1 1per | Min. 2.5-inch H-Shield HD M-OSFAOr M-PGL, | (oo o, | (Optional) | 00— | oo
5, 6” 0.c. or min. 2,500 psi Il or H-Shield PLT-R-3 1.6 ft2 Composite CG 6-inch o.c. APP-TA ’
structrual concrete
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NEmO | etc.e
TABLE 2A: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

R Deck Base Insulation Layer Top Insulation Layer Roof Cover (Note 15) s
ystem ec
Attach Attach
No. Note 1 11 sf
(Note 1) Type Fasten (Note 11) ot 17 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
thler:ell'Z:fii.;);ﬁpiv?é((;;gija Trufast #12 DP (steel
/ ; Min. 1.5-inch only) or #14 HD with 1 per Min. 0.5-inch SECUROCK Gypsum- . (Optional)
_ 3/ - _ _ = A *
5-10 :,Y\LHCTE':Srns’ir:’V';hsgo W:;Shers’ ENRGY 3 Trufast 3" Metal 1.0f2 | Fiber Roof Board OB300, 4-incho.c. | SBS-SA-H |\ pp 1 APP-TA | -90.0
- i P Insulation Plate
structrual concrete
CONVENTIONAL SYSTEMS:
Optional min. 1.5-inch additional
Min. 22 ga., type B, Grade 33 Min. 1.5-inch Loer EV‘:&) ga;‘fr::;“;::;‘::o:;ﬁ_‘fl' e: (Optional) | SBS-AA
S-11 steel or min. 2,500 psi structrual | ACFoam Il, ENRGY 3 | Note 2 P v L g hot asphalt BP-AA BP-AA or or APP- -45.0%*
K 2.0 ft? Density Fiberboard Roof
concrete or H-Shield . . . APP-TA TA
Insulation, min. 0.75-inch
FescoBoard (homogeneous).
Optional min. 1.5-inch additional
Min. 22 ga., type B, Grade 33 Min. 1.5-inch .8 |ape|3:;b;::insu|;:§ma fol'lc:‘;vlz BpAAor | (OPtional) | SBS-AA
S-12 steel or min. 2,500 psi structrual | ACFoam Il, ENRGY 3 | Note 2 P 0 4 : . i hot asphalt BP-AA or or APP- -45.0%*
K 2.0 ft by min. 0.25-inch DensDeck or APP-TA
concrete or H-Shield . APP-TA TA
DensDeck Prime
Min. 22 ga., type B, Grade 33 Min. 1.5-inch Optional min. 1.5-inch additional | hot asphalt, M- (Optional) | SBS-AA
S-13 steel or min. 2,500 psi structrual | ACFoam Il, ENRGY 3 | Note 2 1 per layer(s) base insulation, followed OSFA, Insta Stik, BP-AA or BP-AA or or APP- -45.0*
concrete ’ or H—Shielél 2.0 ft? by min. 0.25-inch SECUROCK OB500, Polyset BM, | APP-TA APP-TA TA
Gypsum-Fiber Roof Board Polyset CRA
Optional min. 1.5-inch additional
| base insulation, followed
Min. 22 ga., type B, Grade 33 Min. 2-inch ACFoam Loer sy‘:fz) oa;jr::;us:r:z:é d:k°|_‘:‘i' eh (Optional) | SBS-AA
S-14 steel or min. 2,500 psi structrual | Il, ENRGY 3 or H- Note 2 P v L g hot asphalt BP-AA BP-AA or or APP- -45.0%*
. 3.2 ft? Density Fiberboard Roof
concrete Shield . . . APP-TA TA
Insulation, min. 0.75-inch
FescoBoard (homogeneous).
Min. 22 ga., type B, Grade 33 Min. 2-inch ACFoam 1 per gpgsz)a:a;::'inls'il_;:gna?jllzsvlﬂ BP-AA or (Optional) SBS-AA
S-15 steel or min. 2,500 psi structrual | II, ENRGY 3 or H- Note 2 P Y h . ! hot asphalt BP-AA or or APP- -45.0%*
. 3.2 ft? by min. 0.25-inch DensDeck or APP-TA
concrete Shield ) APP-TA TA
DensDeck Prime
Min. 22 ga., type B, Grade 33 . . .
; Min. 1.5-inch . . (Optional) SBS-AA
s16 | Steeli6ftspan, #12ZHWHTeks | o0 o) eNrGyY 3 | Note 2 Lper | Min. 0.75-inch FescoBoard hot asphalt BP-AA BP-AAor | orAPP- | -52.5
5, 6” o.c. or min. 2,500 psi or Multi-Max FA3 1.3 ft (homogeneous) APP-TA TA
structrual concrete
Min. 22 ga., type B, Grade 33 . . hot asphalt, M- .
o1y | steel; 6 ftspan, #12 HWH Teks nﬂlgﬁé (';'\‘(C: :rc:?am Note 2 1per | Min.0.25-inch SECUROCK OSFA, Insta Stik, BP-AA or g’_’:ﬁ':’r') Z?i;\f_ 600
5, 6” 0.c. or min. 2,500 psi S;'mield 1.6 ft? Gypsum-Fiber Roof Board 0OB500, Polyset BM, | APP-TA APP-TA TA :
structrual concrete Polyset CRA
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NEmO | etc.e
TABLE 2A: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck o e MbDP
ttac acl
No. Note 1 11 sf
(Note 1) Type Fasten (Note 11) Neto 17 Type Notes 6.7 8 Base Ply Ply Cap Ply
Min. 22 ga., type B, Grade 33 . . .
. Min. 1.5-inch . . . (Optional) SBS-AA
518 ;tes,"oecﬁ ;f;nm #izsg'gvife"s ACFoam II, ENRGY 3 | Note 2 11 ;?trz '[\)’2:52 'SF;E‘;Tng;‘:?dEk High hot asphalt BP-AA BP-AAor | orAPP- | -67.5
4 - o P or Multi-Max FA3 ’ ¥ APP-TA TA
structrual concrete
Min. 22 ga., type B, Grade 40 . . Trufast #12 DP (steel .
19 | steel; 6 ftspan, #12 HWH Teks /':"C"F’O:ni l'lnz? " only) or #14 HD with 1per | Min.0.25-inch SECUROCK M-OSFA, M-PG1, BP-AA or (B%‘_’:z’;ar') Zfix\_ 50
5, 6” 0.c. or min. 2,500 psi A Trufast 3” Metal 1.6 ft2 | Gypsum-Fiber Roof Board Insta Stik, OB500 APP-TA ’
Shield . APP-TA TA
structrual concrete Insulation Plate
s'\g;l-zez fgtas,p;ﬁpiv?o((szr?gi; ’ Trufast #12 DP (steel (Optional) | SBS-AA
520 HWH Teks 5 with %” washers, Min. 1.5-inch only) or #f‘14 HD with 1 per Mln. 0.5-inch SECUROCK Gypsum- 0B500, 4-inch o.c. BP-AA or BP-AA or or APP- -90.0*
” . . ENRGY 3 Trufast 3” Metal 1.0 ft? Fiber Roof Board APP-TA
6” 0.c. or min. 2,500 psi K APP-TA TA
Insulation Plate
structrual concrete
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TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

NEmO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer(s) d L . = MDP
Attach Primer
No. (Note 1) (Note 3, Note 13) Type Fasten (Note 11) Base Ply Ply Cap Ply (psf)
(Note 17)
SELF-ADHERING SYSTEMS:
. (Optional) One or more . . .
Min. 22 ga., type B, Grade 33 steel Min. 3/8-inch SECUROCK 1 per (Optional) "
21 or min. 2,500 psi structrual concrete Iayers., any . Gypsum-Fiber Roof Board Note 2 2.7 ft? flone pES-SA SBS-SA SBS-SA 45.0
combination, loose laid
Min. 22 ga., type B, Grade 33 steel; (Optional) One or more 1 per Tropical (Optional)
S-22 6 ft span, #12 HWH Teks 5, 6” o.c. or | layers, any Min. 0.25-inch DensDeck Note 2 P Y #410 Quick SBS-SA P SBS-SA -45.0
. . I . 1.3 ft SBS-SA
min. 2,500 psi structrual concrete combination, loose laid Dry
Min. 22 ga., type B, Grade 40 steel; (Optional) One or more Trufast #14 HD with 1 per Tropical (Optional)
S-23 6 ft span, 5/8” puddle welds, 6” o.c. layers, any Min. 1.5-inch ACFoam I Trufast 3” Metal Insulation 1 gftz #410 Quick | SBS-SA SBg A SBS-SA -67.5
or min. 2,500 psi structrual concrete | combination, loose laid Plate ' Dry
Min. 22 ga., type B, Grade 40 steel; (Optional) One or more . . Trufast #14 HD with Tropical .
S-24 6 ft span, 5/8” puddle welds, 6” o.c. layers, any Min. 0.5 |r.1ch SECUREEK Trufast 3” Metal Insulation ! perz #410 Quick | SBS-SA (Optional) SBS-SA -82.5
) ) L . Gypsum-Fiber Roof Board 1.6 ft SBS-SA
or min. 2,500 psi structrual concrete | combination, loose laid Plate Dry
Min. 22 ga. type B, Grade 40 steel; (Optional) One or more Z;Tf?sotr#:}rifztf#(lszesg Tropical
6 ft span, #12 HWH Teks 5 with %" P Min. 1.5-inch ACFoam Il or v X 1per pieat (Optional)
S-25 ” . ) layers, any . (concrete only) with #410 Quick | SBS-SA SBS-SA -97.5
washers, 6” o.c. or min. 2,500 psi s . H-Shield N . 1.0 ft2 SBS-SA
combination, loose laid Trufast 3” Metal Insulation Dry
structrual concrete
Plate
HYBRID SYSTEMS:
. (Optional) One or more . . Trufast #12 DP (steel only) (Optional) SBS-AA
5-26 Z’;iiz Zgas.(,);ypsei ftrﬁcrf:gf:’oit:fe'te layers, any '(\;/"n;jf F'?;:f:f;';?)gf 3 or #14 HD with Trufast 3” 217p ?trz None SBS-SA-H | BP-AAor or APP- -45.0*
e P combination, loose laid yp Metal Insulation Plate ' APP-TA TA
Min. 22 ga., type B, Grade 40 steel; (Optional) One or more Trufast #14 HD with 1 per (Optional)
S-27 6 ft span, 5/8” puddle welds, 6” o.c. layers, any Min. 1.5-inch ACFoam I Trufast 3” Metal Insulation p None SBS-SA-H P APP-TA -67.5
. . g ) 1.8 ft? APP-TA
or min. 2,500 psi structrual concrete | combination, loose laid Plate
. . . Trufast #12 DP (steel only)
528 'e\s/l fI: ;zazngii?mv?i ;;;igzsg”s(t)e: " |(z? it: r‘aar:) Oneermar® | Min. 1.5-inch ACFoam Il or | or Trufast #14 HD with 1per | None sps-sa-H | (Optional) z?m— -75.0
pan, ) ! - vers, any ) H-Shield Trufast 3” Metal Insulation | 1.45 ft? APP-TA ’
or min. 2,500 psi structrual concrete | combination, loose laid Plate TA
Min. 22 ga., type B, Grade 40 steel; (Optional) One or more . . Trufast #14 HD with .
S-29 6 ft span, 5/8” puddle welds, 6” o.c. layers, any Min. 0.5—|r?ch SECUROCK Trufast 3” Metal Insulation 1 per None SBS-SA-H (Optional) APP-TA -82.5
) . . . Gypsum-Fiber Roof Board 1.6 ft? APP-TA
or min. 2,500 psi structrual concrete | combination, loose laid Plate
Min. 22 ga., type B, Grade 33 steel; .
(Optional) One or more . . Trufast #12 DP (steel only) .
530 6 ft span, two (2) #12 HWH Teks 5, || b o Min. 0.5-inch SECUROCK or #14 HD with Trufast 3” 1per | None ss-sa-H | (Optionall | oo 1y -82.5
6” o.c. or min. 2,500 psi structrual . . Gypsum-Fiber Roof Board . 1.45 ft? APP-TA
concrete combination, loose laid Metal Insulation Plate
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TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmO | etc.e

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer(s) d LA Primer = MDP
No. (Note 1) (Note 3, Note 13) Type Fasten (Note 11) GIEL Base Ply Ply Cap Ply (psf)
(Note 17)
Min. 22 ga., type B, Grade 33 steel; (Optional) One or more . . . SBS-AA
S-31 6 ft span, #12 HWH Teks 5, 6” o.c. or | layers, any Min. 1.5-inch ACII:oam I, Note 2 X perz None SBS-SA-H (Optional) or APP- -82.5
. . L . ENRGY 3 or Multi-Max FA3 1.3 ft APP-TA
min. 2,500 psi structrual concrete combination, loose laid TA
. Trufast #15 EHD (steel
Min. 22 ga., type B, Grade 40 steel; .
6 ft span, #12 HWH Teks 5 with %” (Optional) One or more Min. 1.5-inch ACFoam Il or only) or NQigst #].'4 HD 1 per (Optional) SBS-AA
S-32 washers. 6” o.c. or min. 2.500 psi layers, any H-Shield (concrete only) with 100 None SBS-SA-H APP-TA or APP- -97.5
! . T P combination, loose laid Trufast 3” Metal Insulation : TA
structrual concrete
Plate
Min. 22 ga., type B, Grade 33 steel; .
(Optional) One or more . . Trufast #12 DP (steel only) .
S-33 6 Tt spa"n, two (2) #}2 HWH Tc-'zks > layers, any Min. 0.5 |r.1ch SECUROCK or #14 HD with Trufast 3” 1 perz None SBS-SA-H (Optional) APP-TA -135.0
with %” washers, 6” o.c. or min. L . Gypsum-Fiber Roof Board . 1.0 ft APP-TA
. combination, loose laid Metal Insulation Plate
2,500 psi structrual concrete
CONVENTIONAL SYSTEMS:
Min. 22 ga., type B, Grade 33 steel | (OPtiOnall Oneormore |\ o0 ik securoCK 1 per Bp-Apor | (OPtional) | SBS-AA
534 or min. 2,500 psi structrual concrete layers, any Gypsum-Fiber Roof Board Note 2 4.0 f2 None APP-TA BP-AA or or APP- -45.0%
T p combination, loose laid yp ' APP-TA TA
Min. 0.5-inch Structodek
. (Optional) One or more High Density Fiberboard (Optional) SBS-AA
S-35 (’;/:”r::liizzg?(’)éyp; ft'rﬁcfiiﬂ?‘joit:ste layers, any Roof Insulation, min. 0.75- Note 2 ;g?trz None BP-AA BP-AA or or APP- -45.0*
T P combination, loose laid inch FescoBoard ' APP-TA TA
(homogeneous)
Min. 22 ga., type B, Grade 33 steel (Optional) Quggore Min. 0.25-inch DensDeck or 1 per BP-AA or (Optional) SBS-AA
536 or min. 2,500 psi structrual concrete layers, any DensDeck Prime Note 2 2.0 ft? None APP-TA BP-AA or or APP- -45.0%
T P combination, loose laid ' APP-TA TA
. . . . Trufast #12 DP (steel only)
Min. 22 ga., type B, Grade 33 steel; | Min. 1.5-inch, One or Min. 0.25-inch SECUROCK | or Trufast #14 HD with 1 per (Optional)
S-37 6 ft span, #12 HWH Teks 5, 6” o.c. or | more layers, any . ” . , | None APP-TA APP-TA -60.0
) ; o . Gypsum-Fiber Roof Board Trufast 3” Metal Insulation | 1.45 ft APP-TA
min. 2,500 psi structrual concrete combination, loose laid Plate
Min. 22 ga., type B, Grade 33 steel; Min. 2-inch ACFoam I, < . (Optional) SBS-AA
5-38 6 ft span, #12 HWH Teks 5, 6” o.c. or | ENRGY 3 or H-Shield, g"'”;g;:_';;;gf:g;";‘:: 4 Note 2 11 g‘;’trz None i';:?Aor BP-AA or or APP- -60.0
min. 2,500 psi structrual concrete loose laid. yp ' APP-TA TA
Min. 22 ga., type B, Grade 33 steel; . .
6 ft span, two (2) #12 HWH Teks 5, | (OPtionallOneormore |\ o o o o sEcUROCK Trufast #12 DP (steelonly) | ) Bp-AAor | (OPtional) | SBS-AA
539 6” 0.c. or min. 2,500 psi structrual layers, any Gypsum-Fiber Roof Board or #14 HD with Trufast 3 1.45 ft? None APP-TA BP-AA or or APP- 82.5
cont;rt'ete T P combination, loose laid yp Metal Insulation Plate : APP-TA TA
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TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmO | etc.e

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer(s) d LA Primer = MDP
No. (Note 1) (Note 3, Note 13) Type Fasten (Note 11) GIEL Base Ply Ply Cap Ply (psf)
(Note 17)
Min. 22 ga., type B, Grade 33 steel; .
Trufast #14 HD with
6 ft span, two (2) #12 HWH Teks 5 Min. 1.5-inch ACFoam Il | Min. 0.5-inch DensDeck " . 1 per (Optional)
5-40 with %” washers, 6” o.c. or min. or H-Shield Prime Trufast 3" Metal Insulatioy 1.3 ft2 None B BP-AA SBS-AA 1125
. Plate
2,500 psi structrual concrete
Min. 22 ga., type B, Grade 33 steel; . .
6 ft span, two (2) #12 HWH Teks 5 | (OPtional)Oneormore |\ o o o o sECUROCK Trufast #12 DP (steelonly) | ) o Bp-AAor | (OPtional) | SBS-AA
S-41 . ” ” . layers, any . or #14 HD with Trufast 3 None BP-AA or or APP- -135.0
with %” washers, 6” o.c. or min. L . Gypsum-Fiber Roof Board . 1.0 ft? APP-TA
. combination, loose laid Metal Insulation Plate APP-TA TA
2,500 psi structrual concrete
Min. 22 ga., type B, Grade 33 steel; .
Trufast #14 HD with
6 ft span, two (2) #12 HWH Teks 5 Min. 1.5-inch ACFoam Il | Min. 0.5-inch SECUROCK b, . 1 per (Optional)
542 with %” washers, 6” o.c. or min. or H-Shield Gypsum-Fiber Roof Board ';Ir:::st 3R v lation 1.3 ft? None BP-AA BP-AA SBS-AA 1575
2,500 psi structrual concrete
Min. 22 ga., type B, Grade 33 steel; .
Trufast #14 HD with
6 ft span, two (2) #12 HWH Teks 5 Min. 1.5-inch ACFoam Il | Min. 0.5-inch DensDeck ” . 1 per (Optional)
543 with %” washers, 6” o.c. or min. or H-Shield Prime Trufast 3" Metal Insulation 1.0 ft? None BP-AA BP-AA SBS-AA 1575
) Plate
2,500 psi structrual concrete
Min. 22 ga., type B, Grade 33 steel; .
Trufast #14 HD with
6 ft span, two (2) #12 HWH Teks 5 Min. 1.5-inch ACFoam Il | Min. 0.5-inch SECUROCK ” . 1 per (Optional)
S-44 with %” washers, 6” o.c. or min. or H-Shield Gypsum-Fiber Roof Board 'FEIr:tfzst 3" Metal Insulation 1.0 ft2 None BP-AA BP-AA SBS-AA 1725
2,500 psi structrual concrete
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TABLE 2c: STEEL OR STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

NEmO | etc.e

SYSTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck et (Eti) Base Sheet Roof Cover (Note 15) MDP
No Note 1 (Note 3, Note 13) ?
’ Type | Attach Type Fasten (Note 11) Attach Base Ply | Cap Ply
SELF-ADHERING SYSTEMS:
545 Min. 22 ga., type B, Grade 33 steel or m:r'ell'as_:;zh;r?ne or Prelim. TRI-BUILT SA Note 2 i;:s:tf:cafnn:woz(;)n? Ij:”and (Optional) SBS-SA -45.0*
min. 2,500 psi structrual concrete ) v - v Attached Nailbase N » equatly SBS-SA ’
combination spaced, staggered center rows
Min. 22 gf., type B, Grade %3 steel; 6 ft | Min. 1.5-inch, One or prelim. TRI-BUILT SA 12—!nch o.c. .at min. 2-inch lap and (Optional)
S-46 span, 5/8” puddle welds, 6” o.c. or more layers, any X Note 2 12-inch o.c. in two (2), equally SBS-SA -52.5%
. . L Attached Nailbase SBS-SA
min. 2,500 psi structrual concrete combination spaced, staggered center rows
Min. 22 ga., type B, Grads 33 steel;.G ft | Min. 1.5-inch, One or prelim. TRI-BUILT SA 12-!nch o.c. 'at min. 4-inch lap and (Optional)
S-47 span, #12 HWH Teks 6, 6” o.c. or min. more layers, any . Note 2 12-inch o.c. in two (2), equally SBS-SA -60.0*
. L Attached Nailbase SBS-SA
2,500 psi structrual concrete combination spaced, staggered center rows
Min. 22 ga., type B, Grade 33 steel; 6 ft | Min. 15-inch, Oneor | . TRI-BUILT SA ﬁ]:;‘cg :'?ﬁitv?&)z‘znszl:az a:fez' (Options)
S-48 span, #12 HWH Teks 5, 6” o.c. or min. more layers, any ’ Nailbase (laid parallel | Note 2 - » equatly sp ! P SBS-SA -82.5*
. L Attached staggered center rows, Tropical SBS-SA
2,500 psi structrual concrete combination to deck flutes) .
#410 Quick Dry at stress plates
CONVENTIONAL SYSTEMS:
549 Min. 22 ga., type B, Grade 33 steel or m:r'ell'as_:;zh;r?ne or Prelim. TRI-BUILT Fiberglass Note 2 ilnzc_I:nod; oi.r::.t:/to‘l(_lzr)‘cz li’;lfng i)?:_ed BP-AA or Z?SA_PAQ 45.0*
min. 2,500 psi structrual concrete . v o Y Attached Base Sheet 35Q . » equatly sp " | APP-TA '
combination staggered center rows TA
Min. 22 ga., type B, Gradf 33 steel;'6 ft | Min. 1.5-inch, One or Prelim. TRI-BUILT Fiberglass .12—|nch q.c. at 3-inch lap and 12- BP-AA or SBS-AA
S-50 span, #12 HWH Teks 5, 6” o.c. or min. more layers, any Note 2 inch o.c. in two (2), equally spaced, or APP- -52.5
. o Attached Base Sheet 35Q APP-TA
2,500 psi structrual concrete combination staggered center rows TA
Min. 22 ga., type B, Grads 33 steel;.G ft | Min. 1.5-inch, One or prelim. TRI-BUILT Fiberglass OMG #14 HD with OMG 6—|n§h o.c. at 4-inch lap and 6-inch BP-AA or SBS-AA
S-51 span, #12 HWH Teks 5, 6” o.c. or min. more layers, any Flat Bottom Plates o.c. in two (2), equally spaced, or APP- -67.5
. L Attached Base Sheet 35Q APP-TA
2,500 psi structrual concrete combination (AccuTrac) staggered center rows TA
Min. 22 ga., type B, Grad.e 33 /s:teel; 6 ft Min. 1.5-inch, One or . . Trufast #14 HD with 6-inch o.c. at 4-inch lap and 6-inch .
span; #12 HWH Teks 5 with % Prelim. TRI-BUILT Fiberglass ” (Optional)
S-52 ” . . more layers, any Trufast 3” Metal o.c. at three (3) equally spaced, SBS-AA -97.5
washers, 6” 0.c. or min. 2,500 psi L Attach Base Sheet 35Q R BP-AA
combination Insulation Plate staggered center rows
structrual concrete

©NEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ
TRI-BUILT Modified Bitumen Roof Systems, (610) 893-5400

TOP OF APPENDIX

PEER-CTRBSA-001.B.R3 for FL30268-R6 (HVHZ)

Revision 3: 04/17/2025

Appendix 1, Page 21 of 52




TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys. o Primer Attach Attach Primer oot
No. Note 1 cld cld sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
SELF-ADHERING SYSTEMS:
Structural Tropical Min. 1.5-inch ACFoam Il, ENRGY 3 or H- Min. 0.25-inch SECUROCK (Optional)
C-1. #410 o ! hot asphalt U hot asphalt None SBS-SA P SBS-SA -172.5
concrete K Shield Gypsum-Fiber Roof Board SBS-SA
Quick Dry
Tropical . . Tropical .
c2. structural | Min. 1.5-inch ACFoam Il, ENRGY 3 or hot asphalt Min. 0.25-inch DensDeck | hot asphalt #410 Quick | SBS-SA (Optional) | ¢oe op 1925
concrete . Multi-Max FA3 SBS-SA
Quick Dry Dry
. . . . . Tropical .
Structural (Optional) Min. 1.5-inch ACFoam Il or H- M-OSFA or M- Min. 0.5-inch ACFoam-HD M-OSFA or M- . (Optional)
3 concrete | NO"e Shield PG1 CoverBoard or H-Shield HD | PG1 E‘:;O Quick | SBS-SA SBS-SA SBS-SA 975
Structural (Optional) Min. 1.5-inch ACFoam Il or H- M-OSFA or M- Min. 2-inch H-Shield HD M-OSFA or M- (Optional)
c4 concrete None Shield PG1 Composite CG PG1 None SBS-SA SBS-SA SBS-SA 142.5
Structural Min. 1.5-inch ACFoam Il, ENRGY 3 or H- M-OSFA or M- Min. 0.25-inch SECUROCK M-OSFA or M- (Optional)
5. concrete | Vo€ Shield PG1 Gypsum-Fiber Roof Board | PG1 None SBS-SA SBS-SA SBS-SA 1725
. . Tropical .
Structural Min. 1.5-inch ACFoam Il, ENRGY 3 or M-OSFA or M- . . M-OSFA or M- . (Optional)
C-6. concrete None Multi-Max FA3 PG1 Min. 0.25-inch DensDeck PG1 EZ:;O Quick SBS-SA SBS-SA SBS-SA -192.5
Structural (Optional) Min. 1.5-inch ACFoam Il or H- | M-OSFAor M- | Min. 0.25-inch SECUROCK | M-OSFAorm- | roPical (Optional)
¢7 concrete None Shield PG1, 6-inch o.c. | Gypsum-Fiber Roof Board PG1, 6-inch o.c. :;?;0 Quick SBS-SA SBS-SA SBS-5A 3150
Structural (Optional) Min. 1.5-inch ACFoam Il or H- M-OSFA or M- Min. 0.5-inch ACFoam-HD M-OSFA or M- Tropical (Optional)
c8. concrete None Shield PG1, 6-inch o.c. | CoverBoard or H-Shield HD | PG1, 6-inch o.c. EZ:;O Quick SBS-5A SBS-SA SBS-5A 3150
Structural (Optional) Min. 1.5-inch ACFoam Il or H- M-OSFA or M- Min. 2-inch H-Shield HD M-OSFA or M- (Optional)
9. concrete None Shield PG1, 6-inch o.c. | Composite CG PG1, 6-inch o.c. None SBS-5A SBS-SA SBS-5A 3425
Structural (Optional) Min. 1.5-inch ACFoam Il or H- Tropical (Optional)
C-10. None p " M-PG1-EF-ECO Min. 0.5-inch H-Shield HD M-PG1-EF-ECO #410 Quick SBS-SA P SBS-SA -97.5
concrete Shield Dry SBS-SA
C11. Structural None (Optlonal) Min. 1.5-inch ACFoam Il or H- M-PG1-EF-ECO Min. 2—|r‘1ch H-Shield HD M-PG1-EF-ECO None SBS-SA (Optional) SBS-SA 1425
concrete Shield Composite CG SBS-SA
Structural Min. 1.5-inch ACFoam Il, ENRGY 3 or H- Min. 0.25-inch SECUROCK (Optional)
C-12. concrete None Shield M-PG1-EF-ECO Gypsum-Fiber Roof Board M-PG1-EF-ECO None SBS-SA SBS-SA SBS-SA 172.5
Structural '(I'?gtli‘z;al) Tropical (Optional)
C-13. P Min. 1.5-inch Multi-Max FA Insta Stik Min. 0.25-inch DensDeck Insta Stik #410 Quick SBS-SA P SBS-SA -67.5
concrete #410 Dr SBS-SA
Quick Dry y
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys. o Primer Attach Attach Primer oot
No. Note 1 cld cld sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Structural '(r?gtlicc)gfl) Tropical (Optional)
C-14. P Min. 1.5-inch ENRGY 3 Insta Stik Min. 0.25-inch DensDeck Insta Stik #410 Quick SBS-SA P SBS-SA -112.5
concrete #410 Dr SBS-SA
Quick Dry ¥
Structural '(r?gtlicc)gfl) Tropical (Optional)
C-15. P Min. 1.5-inch ACFoam Il Insta Stik Min. 0.25-inch DensDeck Insta Stik #410 Quick SBS-SA P SBS-SA -120.0
concrete #410 Dr SBS-SA
Quick Dry v
Structural Min. 1.5-inch ACFoam Il, ENRGY 3 or H- . Min. 0.25-inch SECUROCK . (Optional)
C-16. . None Shield Insta Stik Gypsum-Fiber Roof Board Insta Stik None SBS-SA SBS-SA SBS-SA -172.5
Structural Tropical Tropical (Optional)
C-17. #410 Min. 1.5-inch ACFoam Il or ENRGY 3 OB500 Min. 0.25-inch DensDeck 0B500 #410 Quick SBS-SA P SBS-SA -120.0
concrete K SBS-SA
Quick Dry Dry
Structural Tropical (Optional)
C-18. None Min. 1.5-inch ACFoam Il or ENRGY 3 OB500 Min. 0.25-inch DensDeck 0OB500 #410 Quick SBS-SA P SBS-SA -150.0
concrete Dry SBS-SA
Structural Min. 1.5-inch ACFoam Il, ENRGY 3 or H- Min. 0.25-inch SECUROCK (Optional)
1. concrete None Shield OB500 Gypsum-Fiber Roof Board 0B500 None SBS-SA SBS-SA SBS-SA 1725
Min. 1-inch ENRGY 3, H-Shield or H- . . .
€-20. Structural None Shield CG or min. 1.5-inch Multi-Max Polyset BM or Min. 0.25-_|nch SECUROCK Polyset BM or None SBS-SA (Optional) SBS-SA 1725
concrete Polyset CRA Gypsum-Fiber Roof Board Polyset CRA SBS-SA
FA3 or Ultra-Max
Min. 1-inch ENRGY 3, H-Shield or H- Tropical .
co1. | Stuctural |y oe Shield CG or min. 1.5-inch Multi-Max Polyset BMor | i 0.95-inch DensDeck | POMSetBMOr 1 upi0quick | ses-sa (Optional) | cgq cn 1925
concrete Polyset CRA Polyset CRA SBS-SA
FA3 or Ultra-Max Dry
HYBRID SYSTEMS:
Tropical . e .
C-22. Structural #410 Min. 1.5-inch ACFoam Il or H-Shield hot asphalt (Optional) Ad'dltlona.l hot asphalt None SBS-SA-H (Optional) SBS-AA, -375.0
concrete K layer(s) base insulation APP-TA APP-TA
Quick Dry
Structural (Optional) Min. 1.5-inch ACFoam Il or H- M-OSFA or M- Min. 0.5-inch ACFoam-HD M-OSFA or M- (Optional) SBS-AA,
¢23. concrete None Shield PG1 CoverBoard or H-Shield HD | PG1 None SBS-SA-H APP-TA APP-TA 975
Structural (Optional) Min. 1.5-inch ACFoam Il or H- M-OSFA or M- Min. 2-inch H-Shield HD M-OSFA or M- (Optional) SBS-AA,
C24 | oncrete | NOne Shield PG1 Composite CG PG1 None SBS-SAH 1 appTA APPTA | 1425
Structural . . . (Optional) Additional (Optional) SBS-AA,
C-25. . None Min. 1.5-inch ACFoam Il or H-Shield M-OSFA layer(s) base insulation M-OSFA None SBS-SA-H APP-TA APP-TA 232.5
Structural . . . Min. 0.25-inch SECUROCK (Optional) SBS-AA,
C-26. concrete None Min. 1.5-inch ACFoam Il or H-Shield M-OSFA Gypsum-Fiber Roof Board M-OSFA None SBS-SA-H APP-TA APP-TA 217.5
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys. o Primer Attach Attach Primer oot
No. Note 1 cld cld sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Structural . . M-OSFA or M- Min. 0.25-inch SECUROCK M-OSFA or M- (Optional) SBS-AA,
C-27. . None Min. 1-inch Styrofoam Brand Roofmate PG1 Gypsum-Fiber Roof Board PG1 None SBS-SA-H APP-TA APP-TA -210.0
Structural Min. 0.25-inch SECUROCK Gypsum-Fiber (Optional) SBS-AA,
C-28. concrete None Roof Board M-OSFA None N/A None SBS-SA-H APP-TA APP-TA -195.0
Structural . . . (Optional) Additional (Optional) SBS-AA,
C-29. concrete None Min. 1.5-inch ACFoam Il or H-Shield M-PG1 layer(s) base insulation M-PG1 None SBS-SA-H APP-TA APP-TA 270.0
Structural . . . Min. 0.25-inch SECUROCK (Optional) SBS-AA,
C-30. . None Min. 1.5-inch ACFoam Il or H-Shield M-PG1 Gypsum-Fiber Roof Board M-PG1 None SBS-SA-H APP-TA APP-TA -217.5
Structural Min. 0.25-inch SECUROCK Gypsum-Fiber (Optional) SBS-AA,
C-31. concrete None Roof Board M-PG1 None N/A None SBS-SA-H APP-TA APP-TA -195.0
Min. 0.25-inch DensDeck
Prime or SECUROCK
Structural (Optional) Min. 1.5-inch ACFoam Il or H- | M-OSFA or M- Gypsum-Fiber Roof Board M-OSFA or M- (Optional) SBS-AA,
32 | concrete | NO"® Shield PGL, 6-incho.c. | ormin. 0.5-inch ACFoam- | PG, 6-incho.c. | o' SBSSAH | appTA appTa | 10
HD CoverBoard or H-Shield
HD
Structural (Optional) Min. 1.5-inch ACFoam Il or H- M-OSFA or M- Min. 2-inch H-Shield HD M-OSFA or M- (Optional) SBS-AA,
¢33 concrete None Shield PG1, 6-inch o.c. | Composite CG PG1, 6-inch o.c. None SBS-SA-H APP-TA APP-TA 3425
Structural (Optional) Min. 1.5-inch ACFoam Il or H- . . . (Optional) SBS-AA,
C-34. . None Shield M-PG1-EF-ECO Min. 0.5-inch H-Shield HD M-PG1-EF-ECO None SBS-SA-H APP-TA APP-TA -97.5
Structural (Optional) Min. 1.5-inch ACFoam Il or H- Min. 2-inch H-Shield HD (Optional) SBS-AA,
C-35. concrete None Shield M-PG1-EF-ECO Composite CG M-PG1-EF-ECO None SBS-SA-H APP-TA APP-TA -142.5
Structural Min. 0.25-inch SECUROCK Gypsum-Fiber (Optional) SBS-AA,
C-36. concrete None Roof Board M-PG1-EF-ECO None N/A None SBS-SA-H APP-TA APP-TA 195.0
Structural . . . Min. 0.25-inch SECUROCK (Optional) SBS-AA,
C-37. concrete None Min. 1.5-inch ACFoam Il or H-Shield M-PG1-EF-ECO Gypsum-Fiber Roof Board M-PG1-EF-ECO None SBS-SA-H APP-TA APP-TA 217.5
Structural . : \ (Optional) Additional (Optional) SBS-AA,
C-38. concrete None Min. 1.5-inch ACFoam Il or H-Shield M-PG1-EF-ECO layer(s) base insulation M-PG1-EF-ECO None SBS-SA-H APP-TA APP-TA 247.5
Structural . . . . (Optional) Additional . (Optional) SBS-AA,
C-39. . None Min. 1.5-inch ACFoam Il or H-Shield Insta Stik layer(s) base insulation Insta Stik None SBS-SA-H APP-TA APP-TA 135.0
Structural . . . . Min. 0.25-inch SECUROCK . (Optional) SBS-AA,
C-40. . None Min. 1.5-inch ACFoam Il or H-Shield Insta Stik Gypsum-Fiber Roof Board Insta Stik None SBS-SA-H APP-TA APP-TA -217.5
Structural Min. 0.25-inch SECUROCK Gypsum-Fiber . (Optional) SBS-AA,
C-41. concrete None Roof Board Insta Stik None N/A None SBS-SA-H APP-TA APP-TA 195.0

©NEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC HVHZ
TRI-BUILT Modified Bitumen Roof Systems, (610) 893-5400

TOP OF APPENDIX

PEER-CTRBSA-001.B.R3 for FL30268-R6 (HVHZ)
Revision 3: 04/17/2025
Appendix 1, Page 24 of 52




TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys. o Primer Attach Attach Primer oot
No. Note 1 cld cld sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Structural . . . (Optional) Additional (Optional) SBS-AA,
C-42. . None Min. 1.5-inch ACFoam Il or H-Shield OB500 layer(s) base insulation 0OB500 None SBS-SA-H APP-TA APP-TA 135.0
Structural . . . Min. 0.25-inch SECUROCK (Optional) SBS-AA,
C-43. concrete None Min. 1.5-inch ACFoam Il or H-Shield OB500 Gypsum-Fiber Roof Board OB500 None SBS-SA-H APP-TA APP-TA -217.5
Structural Min. 0.25-inch SECUROCK Gypsum-Fiber (Optional) SBS-AA,
C-44. concrete None Roof Board OB500 None N/A None SBS-SA-H APP-TA APP-TA 195.0
Structural . . ) Polyset BM or (Optional) Additional Polyset BM or (Optional) SBS-AA,
€-45. concrete None Min. 1.5-inch ACFoam Il or H-Shield Polyset CRA layer(s) base insulation Polyset CRA None SBS-SAH APP-TA APP-TA 2700
Structural . . . Polyset BM or Min. 0.25-inch SECUROCK Polyset BM or (Optional) SBS-AA,
c-46. concrete None Min. 1.5-inch ACFoam If or H-Shield Polyset CRA Gypsum-Fiber Roof Board Polyset CRA None SBS-SAH APP-TA APP-TA 2175
Structural Min. 1.5-inch, min. 1.5 pcf Insulfoam II Min. 0.25-inch SECUROCK (Optional) SBS-AA,
C-47. concrete None Roofing EPS Polyset CRA Gypsum-Fiber Roof Board rQpct CRA None SBS-SAH APP-TA APP-TA -180.0
Structural Min. 1.5-inch, min. 2.0 pcf Insulfoam IX Min. 0.25-inch SECUROCK (Optional) SBS-AA,
c-48. concrete None Roofing EPS Poly<@@" Gypsum-Fiber Roof Board Polyset CRA None SBS-SA-H APP-TA APP-TA 217:5
Structural Min. 1.5-inch Styrofoam Brand Min. 0.25-inch SECUROCK (Optional) SBS-AA,
€49, concrete None Roofmate et CRR Gypsum-Fiber Roof Board Polyset CRA None SBS-SA-H APP-TA APP-TA 217:5
Structural Min. 0.25-inch SECUROCK Gypsum-Fiber | Polyset BM or (Optional) SBS-AA,
30 | concrete | N™® Roof Board Polyset CRA R N/A None SBSSAH | appTa appTa | 1990
CONVENTIONAL SYSTEMS:
Tropical . . (Optional) SBS-AA
C-51. i:)r:cc::tf' #410 (Optional) Min. 1.5-inch ACFoam I hot asphalt g"'"'sgﬁ_sﬁ'gz:’sgsfugifg hot asphalt None i';:?:r BP-AA or or APP- | -180.0
Quick Dry vp APP-TA TA
Tropical . . . . . (Optional) SBS-AA
C-52. i:’r:cc::t? #410 gooits—r;ﬂi)emm' BP0 I, EEEF hot asphalt g/lmst?nii:gzr :sgg;ifg hot asphalt None BP-AA BP-AA or or APP- -225.0
Quick Dry P APP-TA TA
Structural Tropical (Optional) Min. 1.5-inch ACFoam Il or H- Min. 0.25-inch SECUROCK (Optional)
C-53. #410 P 0 hot asphalt U hot asphalt None APP-TA P APP-TA -252.5
concrete K Shield Gypsum-Fiber Roof Board APP-TA
Quick Dry
Tropical . . . . (Optional) SBS-AA
C-54. i:’r:cc::t? #410 x]Ii:I;‘S @R ACFoam TRENRGY Ry hot asphalt HMimh' g'jn;?:thiLtr‘ss:ik hot asphalt None BP-AA BP-AA or or APP- -227.0
Quick Dry e ¥ APP-TA TA
Structural Tropical (Optional) Min. 2-inch ACFoam Il, ENRGY Min. 0.25-inch SECUROCK (Optional)
C-55. #410 ptional) Vin. ' hot asphalt - 0.0 hot asphalt None APP-TA P APP-TA | -2325
concrete Quick Dry 3 or H-Shield Gypsum-Fiber Roof Board APP-TA
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys. 252 Primer Attach Attach Primer Mop
No. Note 1 cld cld sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Tropical ) ) (Optional) SBS-AA
C-56. i:’r:cc::tljl #410 2/Ih|ir;.h;l.5 inch ACFoam Il, ENRGY 3 or H hot asphalt Min. 0.25-inch DensDeck hot asphalt None BP-AA BP-AA or or APP- -240.0
Quick Dry APP-TA TA
Tropical . . (Optional) SBS-AA
c-57. i:)r:cc::tf' #410 Min. 1.5-inch ACFoam II hot asphalt mg’ﬁgjesng";:;esm%ard hot asphalt None BP-AA BP-AA or or APP- | -412.0
Quick Dry g APP-TA TA
Tropical . . (Optional) SBS-AA
C-58. i:’r:cc::tljl #410 Min. 1.5-inch ACFoam Il hot asphalt :\::r;]g.Se:"nec:uI:)uraBoard hot asphalt None BP-AA BP-AA or or APP- -430.0
Quick Dry g APP-TA TA
Tropical 0.5-inch Structodek High Density .
cs9. | Struetural i Fiberboard or min. 0.75-inch Fesco hot asphalt None N/A None BP-AA (Optional) | spsan | 4375
concrete K BP-AA
Quick Dry | Board (homogeneous)
Tropical . ! i
Structural 0.25-inch DensDeck, DensDeck Prime or (Optional)
C-60. . #41.0 SECUROCK Gypsum-Fiber Roof Board hot asphalt None N/A None BP-AA BP-AA SBS-AA -537.5
Quick Dry
. . . . (Optional) SBS-AA
C-61. i:)r:cc::tf' None 2/|'|1Ii:.|;“5 inch ACFoam Il, ENRGY 3 or H- |, e m'"h' g':n'_c"i‘:hFSiLZ’gg:;k M-OSFA None BP-AA BP-AAOr | orAPP- | -1275
& 2 APP-TA A
. . . : (Optional) SBS-AA
c-62. ig:ccrt:t?' None Z]'i';'ldl‘s inch ACFoam I}, ENRGY 3 orH- | 1 b1 m'"h' g'jr;'s?fhii‘;trcbt;’::jk M-PG1 None BP-AA BP-AAor | orAPP- | -180.0
& v APP-TA TA
; . (Optional) SBS-AA
cea. | Stuctural |y Min. 1.5-inch ACFoam Il, ENRGY 3orH- | ) 3 Min. 0.25-inch DensDeck | M-OSFA None BP-AA BP-AAor | orAPP- | -2325
concrete Shield
APP-TA TA
. . (Optional) SBS-AA
cea | Structural |y oe Min. 1.5-inch ACFoam II, ENRGY 3 orH- | ) b Min. 0.25-inch DensDeck | M-PG1 None BP-AA BP-AAOr | orAPP- | -240.0
concrete Shield
APP-TA TA
ces. | Stuctural |y e Min. 1.5-inch ACFoam Il or H-Shield M-PG1 Min. 0.25-inch Densbeck |, 59 None BP-AA (Optional) | cge pp | 2075
concrete Prime BP-AA
Structural Min. 2-inch ACFoam II, ENRGY 3 or H- M-OSFAor M- | Min. 0.25-inch SECUROCK | M-OSFA or M- (Optional) | SBS-AA
c-66. concrete None Shield PG1 Gypsum-Fiber Roof Board PG1 None BP-AA BP-AA or or APP- 2250
vp APP-TA TA
Structural Min. 2-inch ACFoam Il, ENRGY 3 or H- M-OSFA or M- Min. 0.25-inch SECUROCK M-OSFA or M- (Optional)
c67. concrete None Shield PG1 Gypsum-Fiber Roof Board PG1 None APP-TA APP-TA APP-TA 2325
Structural . . . M-OSFA or M- Min. 0.25-inch SECUROCK M-OSFA or M- (Optional)
C-68. concrete None Min. 1.5-inch ACFoam Il or H-Shield PG1 Gypsum-Fiber Roof Board PG1 None APP-TA APP-TA APP-TA 252.5
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys. o Primer Attach Attach Primer oot
No. Note 1 cld cld sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
Structural . . . M-OSFA or M- Min. 0.25-inch SECUROCK M-OSFA or M- (Optional)
C-69. . None Min. 1.5-inch ACFoam Il or H-Shield PG1 Gypsum-Fiber Roof Board PG1 None BP-AA BP-AA SBS-AA -297.5
. . . (Optional) SBS-AA
c-70. ig:ccrt:t?' None Ei'se'r”bcct‘af:”“"dek High Density M-PG1 None N/A None BP-AA BP-AA or orAPP- | -1950
APP-TA TA
. . . (Optional) SBS-AA
Structural Min. 0.25-inch DensDeck Prime or BP-AA or
G71. concrete None SECUROCK Gypsum-Fiber Roof Board M-PG1 None N/A gone APP-TA BP-AA or or APP- -195.0
APP-TA TA
. . . Min. 0.25-inch DensDeck .
c.72. Structural None (Optlonal) Min. 1.5-inch ACFoam Il or H- M—OSFA or M- Prime or SECUROCK M—OSFA or M- None APP-TA (Optional) APP-TA 315.0
concrete Shield PG1, 6-inch o.c. . PG1, 6-inch o.c. APP-TA
Gypsum-Fiber Roof Board
. . . (Optional) SBS-AA
Structural Min. 0.25-inch DensDeck Prime or BP-AA or
C-73. concrete None SECUROCK Gypsum-Fiber Roof Board M-PG1-EF-ECO None N/A None APP-TA BP-AA or or APP- -195.0
APP-TA TA
c7a, | Stuctural |y e Min. 1.5-inch ACFoam Il or H-Shield M-PG1-EF-ECO | Min-0-25-inch DensDeck |\, ooy e eco | None BP-AA (Optional) | g ap | 2475
concrete Prime BP-AA
. . (Optional) SBS-AA
c7s. | Stuctural |y oe Min. 1.5-inch ACFoam Il or H-Shield M-PGL-EF-ECO | Min-0-25-nch SECUROCK ) oy er ko | None BP-AAOT | BpAdor | orAPP- | -247.5
concrete Gypsum-Fiber Roof Board APP-TA
APP-TA TA
ce. | Strucural e Min. 1.5-inch ACFoam Il or H-Shield Insta Stik Min. 0.25-inch DensDeck | | .- qi None BP-AA (Optional) | o apn | 2975
concrete Prime BP-AA
. . . . (Optional) SBS-AA
C-77. i:’r:cc::tljl None g/lhlir;'ldz inch ACFoam I, ENRGY 3 or H- Insta Stik g/“nst?nii:gzr :ssg;ifg Insta Stik None BP-AA BP-AA or or APP- -225.0
vp APP-TA TA
Structural Min. 2-inch ACFoam II, ENRGY 3 or H- . Min. 0.25-inch SECUROCK . (Optional)
C-78. . None Shield Insta Stik Gypsum-Fiber Roof Board Insta Stik None APP-TA APP-TA APP-TA -232.5
c7e, | Strucural |y e Min. 1.5-inch ACFoam Il or H-Shield Insta Stik Min. 0.25-inch SECUROCK o o5 None APP-TA (Optional) | \ppra | 2525
concrete Gypsum-Fiber Roof Board APP-TA
cgo, | Stuctural |y oe Min. 1.5-inch ACFoam Il or H-Shield Insta Stik Min. 0.25-inch SECUROCK 1 0o ik None BP-AA (Optional) | cge ap | 2975
concrete Gypsum-Fiber Roof Board BP-AA
. . . (Optional) SBS-AA
C-81. i:’r:cc::tljl None Ei.ts:elrbc:ait:lrucdek High Density Insta Stik None N/A None BP-AA BP-AA or or APP- -195.0
APP-TA TA
. . . (Optional) SBS-AA
c-82. Structural None Min. 0.25-inch SECUROCK Gypsum-Fiber Insta Stik None N/A None BP-AA or BP-AA or or APP- 1950
concrete Roof Board APP-TA APP-TA TA
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TABLE 3A: STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys. o Primer Attach Attach Primer oot
No. Note 1 cld cld sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
. . . . (Optional) SBS-AA
c-83. ig:ccrt:t?' None Z]'i';'ldl‘s inch ACFoam 11, ENRGY 3 orH- 1 9gg9 m'”h' g':’n's?tChFSi‘LZ‘rcbt;’::jk 0B500 None BP-AA BP-AAor | orAPP- | -120.0
& v APP-TA TA
. . (Optional) SBS-AA
cga | Structural |y oe Min. 1.5-inch ACFoam Il 0B500 Min. 0.25-inch Densbeck | 5554, None BP-AAOT | BpAAor | orAPP- | -150.0
concrete or DensDeck Prime APP-TA
APP-TA TA
cgs, | Strucural e Min. 1.5-inch ACFoam Il or H-Shield 0B500 Min. 0.25-inch DensDeck | g5, None BP-AA (Optional) | o apn | 2975
concrete Prime BP-AA
. . . . (Optional) SBS-AA
C-86. ig:ccrt:t?' None Z]'i';'ldz inch ACFoam [I, ENRGY3 or 0B500 Z""SS;SF:SZ:‘ :ssf;zfg 0B500 None BP-AA BP-AAor | orAPP- | -225.0
yp APP-TA TA
Structural Min. 2-inch ACFoam II, ENRGY 3 or H- Min. 0.25-inch SECUROCK (Optional)
C-87. concrete None Shield 0B500 Gypsum-Fiber Roof Board 0B500 None APP-TA APP-TA APP-TA 2325
cgg, | Strucural e Min. 1.5-inch ACFoam Il or H-Shield 0B500 Min. 0.25-inch SECUROCK | 55y None APP-TA (Optional) | \ppra | 2525
concrete Gypsum-Fiber Roof Board APP-TA
cgo, | Structural |y oe Min. 1.5-inch ACFoam Il or H-Shield 0B500 Min. 0.25-inch SECUROCK | (55, None BP-AA (Optional) | cg ap | 2975
concrete Gypsum-Fiber Roof Board BP-AA
. . . (Optional) SBS-AA
€-90. ig:ccrt:t?' None Ei'se'r”bcct‘af:”“"dek High Density 0B500 None N/A None BP-AA BP-AAor | orAPP- | -195.0
APP-TA TA
. . \ (Optional) SBS-AA
c91. i:)r:cc::tf' None . gfasr'émh SECUROCK Gypsum-Fiber | g5, None N/A None R of | Bp-anor | orAPP- | -1950
APP-TA TA
Min. 1-inch ENRGY 3, H-Shield or H- . . (Optional) SBS-AA
c92. ig:ccrt:t?' None Shield CG or min. 1.5-inch Multi-Max Eg:yzz E'F\:'Aor m'”h' g':’n's?tChFSi‘LZ‘rcbt;’::jk Polyset CRA None BP-AA BP-AA or or APP- -180.0
FA3 or Ultra-Max Y & v APP-TA TA
Min. 1-inch ENRGY 3, H-Shield, or H- .
Structural Shield CG, min. 1.3-inch ACFoam Ill or Polyset BM or Min. 0.25-inch SECUROCK Polyset BM or (Optional) SBS-AA
C-93. None . . . . None BP-AA BP-AA or or APP- -225.0
concrete min. 1.5-inch Multi-Max FA3 or Ultra- Polyset CRA Gypsum-Fiber Roof Board Polyset CRA
APP-TA TA
Max
Min. 1-inch ENRGY 3, H-Shield or H- . . .
c-0a. Structural None Shield CG or min. 1.5-inch Multi-Max Polyset BM or Min. 0.25—.|nch SECUROCK Polyset BM or None APP-TA (Optional) APP-TA 2325
concrete Polyset CRA Gypsum-Fiber Roof Board Polyset CRA APP-TA
FA3 or Ultra-Max
Min. 1-inch ENRGY 3, H-Shield or H- (Optional) SBS-AA
C-95. ig:ccrt:t?' None Shield CG or min. 1.5-inch Multi-Max Eg:yzzt E'F\:'Aor Min. 0.25-inch DensDeck Eg:yzzt E'F\:'Aor None BP-AA BP-AAor | orAPP- | -240.0
FA3 or Ultra-Max 4 4 APP-TA TA
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NEmO | etc.e
TABLE 3a: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER
REFER TO NOTE 16 FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys. o Primer Attach Attach Primer oot
No. Note 1 cld cld sf
(Note 1) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply Cap Ply (psf)
. . . (Optional) SBS-AA
C-96. ig:ccrt:t;al None Ei'se':bc:af:”‘:mdek High Density Eg:y::: g;/ler None N/A None BP-AA BP-AA or or APP- | -195.0
4 APP-TA TA
. . . (Optional) SBS-AA
c.97. Structural None Min. 0.25-inch SECUROCK Gypsum-Fiber | Polyset BM or None N/A None BP-AA or BP-AA or or APP- 1950
concrete Roof Board Polyset CRA APP-TA APP-TA TA

TABLE 3B: STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

System Deck ) Roof Cover (Note 15) MDP
No. T Primer Base Ply | Ply | Cap Ply (psf)

SELF-ADHERING SYSTEMS:

c-98. Structural concrete Tropical #410 Quick Dry SBS-SA | (Optional) sBs-sA | sBs-sA | -630.0
HYBRID SYSTEMS:

C-99. Structural concrete Tropical #410 Quick Dry SBS-SA-H (Optional) APP-TA APP-TA -150.0
C-100. Structural concrete Tropical #410 Quick Dry SBS-SA-H (Optional) BP-AA SBS-AA -240.0
CONVENTIONAL SYSTEMS:

C-101. Structural concrete Tropical #410 Quick Dry APP-TA (Optional) APP-TA APP-TA -420.0
C-102. Structural concrete Tropical #410 Quick Dry BP-AA (Optional) BP-AA or APP-TA SBS-AA or APP-TA -635.0
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmO | etc.e

. . Base Insulation Layer Coverboard Roof Cover (Note 15)
System Deck Lightweight Concrete o et MDP
No. Note 1 Note 14 ac ac sf
(Note 1) (Note 14) Type N Type N Base Ply Ply Cap Ply
CEeLCORE (NOA 24-0906.02):
SELF-ADHERING SYSTEMS:
z::&sggas't'ezp:fiv’ Min. 300 psi Celcore MF Cellular | One or more layer(s), min. Min. 0.25-inch (Optional)
LWC-1 span, 5/8” ud’dle Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | M-OSFA SECUROCK Gypsum- M-OSFA SBS-SA SB?—SA SBS-SA -52.5
pan, ” P Rheology Modifying Admixture 11, H-Shield or H-Shield CG Fiber Roof Board
welds, 6” o.c.
z::&sggas't'ezp:fiv’ Min. 300 psi Celcore MF Cellular | One or more layer(s), min. Min. 0.25-inch (Optional)
LWC-2 span, 5/8” ud’dle Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | M-PG1 SECUROCK Gypsum- M-PG1 SBS-SA SB?-SA SBS-SA -52.5
pan, ” P Rheology Modifying Admixture 111, H-Shield or H-Shield CG Fiber Roof Board
welds, 6” o.c.
g:;&ezggz't'enggv’ Min. 300 psi Celcore MF Cellular | One or more layer(s), min. Min. 0.25-inch (Optional)
LWC-3 span, 5/8” udldle Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | OB500 SECUROCK Gypsum- 0OB500 SBS-SA SB?-SA SBS-SA -52.5
pan, ” P Rheology Modifying Admixture 11, H-Shield or H-Shield CG Fiber Roof Board
welds, 6” o.c.
g:;&ezggz't'enggv’ Min. 300 psi Celcore MF Cellular | One or more layer(s), min. Min. 0.25-inch (Optional)
LwWcC-4 span, 5/8” udldle Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | Polyset BM SECUROCK Gypsum- Polyset BM SBS-SA SB’;—SA SBS-SA -52.5
pan, ” P Rheology Modifying Admixture 11, H-Shield or H-Shield CG Fiber Roof Board
welds, 6” o.c.
g;;&:ifas't’enggv’ Min. 300 psi Celcore MF Cellular | One or more layer(s), min. Min. 0.25-inch (Optional)
LWC-5 span, 5/8” udldle Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | Polyset CRA SECUROCK Gypsum- Polyset CRA SBS-SA SB’;—SA SBS-SA -52.5
pan, ” P Rheology Modifying Admixture I, H-Shield or H-Shield CG Fiber Roof Board
welds, 6” o.c.
HYBRID SYSTEMS:
g"r':d:gfiteng f'iv’ Min. 300 psi Celcore MF Cellular | One or more layer(s), min. | M-OSFA, M-PG1, ESCTE’ESBR'\S&O'ZS' M-OSFA, M-PGL, (Optional) | SESAA
LWC-6 span, 5/8” udldle Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | OB500, Polyset Gvosum-Fiber Roof OB500, Polyset SBS-SA-H AP’:’—TA or APP- -52.5
pan, ” P Rheology Modifying Admixture I, H-Shield or H-Shield CG BM, Polyset CRA vp BM, Polyset CRA TA
welds, 6” o.c. Board
CONVENTIONAL SYSTEMS:
g:;&ezggz't'enggv’ Min. 300 psi Celcore MF Cellular | One or more layer(s), min. Min. 0.25-inch BP-AA or (Optional) SBS-AA
LWC-7 span, 5/8” udldle Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | M-OSFA SECUROCK Gypsum- M-OSFA APP-TA BP-AA or or APP- -52.5
V\?eld’s & opc Rheology Modifying Admixture I, H-Shield or H-Shield CG Fiber Roof Board APP-TA TA
g;;&:ifas't’enggv’ Min. 300 psi Celcore MF Cellular | One or more layer(s), min. Min. 0.25-inch BP-AA or (Optional) SBS-AA
LWC-8 span, 5/8” udldle Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | M-PG1 SECUROCK Gypsum- M-PG1 APP-TA BP-AA or or APP- -52.5
V\?eld’s & opc Rheology Modifying Admixture 11, H-Shield or H-Shield CG Fiber Roof Board APP-TA TA
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TABLE 4A: LIGHTWEIGHT CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmO | etc.e

. . Base Insulation Layer Coverboard Roof Cover (Note 15)
System Deck Lightweight Concrete o et MDP
No. Note 1 Note 14 ac ac sf
(Note 1) (Note 14) Type Notes 6.7.8 Type Notes 6.7.8 Base Ply Ply CapPly | (psf)
g;:&:ggasgenggv’ Min. 300 psi Celcore MF Cellular | One or more layer(s), min. Min. 0.25-inch 8BAA o (Optional) SBS-AA
LWcC-9 span, 5/8" udldle Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | OB500 SECUROCK Gypsum- OB500 APP-TA BP-AA or or APP- -52.5
V\?eldls & opc Rheology Modifying Admixture I, H-Shield or H-Shield CG Fiber Roof Board APP-TA TA
g;:&:ggasgenggv’ Min. 300 psi Celcore MF Cellular | One or more layer(s), min. Min. 0.25-inch BP-AA or (Optional) SBS-AA
LWC-10 span, 5/8” udldle Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | Polyset BM SECUROCK Gypsum- Polyset BM APP-TA BP-AA or or APP- -52.5
V\}/oeld’s & opc Rheology Modifying Admixture 11, H-Shield or H-Shield CG Fiber Roof Board APP-TA TA
g;;&:gfz;ezp:;v’ Min. 300 psi Celcore MF Cellular | One or more layer(s), min. Min. 0.25-inch BP-AA or (Optional) SBS-AA
LwcC-11 span, 5/8” udldle Concrete with Celcore HS 1.5-inch ACFoam Il, ACFoam | Polyset CRA SECUROCK Gypsum- Polyset CRA APP-TA BP-AA or or APP- -52.5
V\}/oeld’s & opc Rheology Modifying Admixture 11, H-Shield or H-Shield CG Fiber Roof Board APP-TA TA

TABLE 4B: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

i i Base Insulation Layer Coverboard Roof Cover (Note 15)
System Deck Lightweight Concrete Attach Attach MDP
No. (Note 1) (Note 14) Type ac Type ac Primer Base Pl Pl Cap Pl (psf)
e (Notes 6,7,8) e (Notes 6,7,8) Y Y 1
CeLcoRE (NOA 24-0906.02):
SELF-ADHERING SYSTEMS:
Min. 300 psi, min. 2-inch Celcore MF Cellular One or more la 4 .
A e yer(s), min. . . Tropical .
LWC-12 Structural Concrete VYIth CelcorLT HS Rheology Modlfylng 1.5-inch ACFoam I, ACFoam M-OSFA Min. 0.25-inch M-OSFA 4410 SBS-SA (Optional) SBS-SA -90.0
concrete Admixture; treated with Celcore PVA Curing X X DensDeck . SBS-SA
Compound 11, H-Shield or H-Shield CG Quick Dry
Min. 300 psi, min. 2-inch Celcore MF Cellular One or more layer(s), min Min. 0.25-inch
Lwc-13 | Structural | Concrete with Celcore HS Rheology Modifying | 4 ¢ i h'ACFoam II, ACFoam | M-OSFA SECUROCK Gypsum- | M-OSFA None SBS-SA (Optional) | ¢pc cp | 900
concrete Admixture; treated with Celcore PVA Curing X X . SBS-SA
Compound 11, H-Shield or H-Shield CG Fiber Roof Board
Min. 300 psi, min. 2-inch Celcore MF Cellular
Structural Concrete with Celcore HS Rheology Modifying One or more layer(s), min. Min. 0.25-inch (Optional)
LWC-14 concrete Admixture; treated with Celcore PVA Curing 1.5-inch ACFoam I, ACFoam M-OSFA SECUROCK Gypsum- M-OSFA None SBS-SA SBS-SA SBS-SA -172.5
Compound and surfaced with Celcore Sanded I1l, H-Shield or H-Shield CG Fiber Roof Board
Bonding Surface (SBS)
Min. 300 psi, min. 2-inch Celcore MF Cellular
Concrete with Celcore HS Rheology Modifying One or more layer(s), min. ) . Tropical .
LWC-15 Str“Ct“tra' Admixture; treated with Celcore PVA Curing 1.5-inch ACFoam Il, ACFoam | M-OSFA 'g"”' 3'2‘1 inch M-OSFA #410 SBS-SA (S(;g’tgj\”a” SBSSA | -192.5
concrete Compound and surfaced with Celcore Sanded 111, H-Shield or H-Shield CG ensbec Quick Dry i
Bonding Surface (SBS)
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TABLE 48: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmO | etc.e

. . Base Insulation Layer Coverboard Roof Cover (Note 15)
System Deck Lightweight Concrete o et MbDP
No. (Note 1) (Note 14) Type Not a;:7 . Type Not a;:7 . Primer Base Ply Ply CapPly | (psf)
! otes ) ! otes )
Min. 300 psi, min. 2-inch Celcore MF Cellular
Structural Concrete with Celcore HS Rheology Modifying One or more layer(s), min. Min. 0.25-inch Tropical (Optional)
LWC-16 concrete Admixture; treated with Celcore PVA Curing 1.5-inch ACFoam I, ACFoam M-OSFA SECUROCK Gypsum- M-OSFA #410 SBS-SA SB’;—SA SBS-SA -217.5
Compound and surfaced with Celcore Sanded 111, H-Shield or H-Shield CG Fiber Roof Board Quick Dry
Bonding Surface (SBS)
Structural CMin. 30t0 ps'it,hmcinll 2>inc:SC:rl]corle Mi\/lceél'lzlér One or more layer(s), min. Min. BRggginch (Optional)
LWC-17 oncrete with elcore 1> Rneology MOAVINg | 4 5 inch ACFoam I, ACFoam | M-PG1 SECUROCK Gypsum- | M-PG1 None SBS-SA P SBS-SA | -172.5
concrete Admixture; treated with Celcore PVA Curing ) A X SBS-SA
Compound 111, H-Shield or H-Shield CG Fiber Roof Board
Min. 300 psi, min. 2-inch Celcore MF Cellular
Concrete with Celcore HS Rheology Modifying One or more layer(s), min. Min. 0.25-inch .
Structural (Optional)
LWC-18 concrete Admixture; treated with Celcore PVA Curing 1.5-inch ACFoam I, ACFoam M-PG1 SECUROCK Gypsum- M-PG1 None SBS-SA SBS-SA SBS-SA -172.5
Compound and surfaced with Celcore Sanded I1l, H-Shield or H-Shield CG Fiber Roof Board
Bonding Surface (SBS)
Min. 300 psi, min. 2-inch Celcore MF Cellular One or more la . .
A e yer(s), min. . . Tropical .
LWC-19 Structural Concrete leth CelcorLT HS Rheology Modlfylng 1.5-inch ACFoam I, ACFoam M-PG1 Min. 0.25-inch M-PG1 4410 SBS-SA (Optional) SBS-SA 1925
concrete Admixture; treated with Celcore PVA Curing X % DensDeck . SBS-SA
Compound 111, H-Shield or H-Shield CG Quick Dry
Min. 300 psi, min. 2-inch Celcore MF Cellular
Concrete with Celcore HS Rheology Modifying One or more layer(s), min. : : Tropical :
Structural Min. 0.25-inch Opt |
twe-20 | >Y° “tra Admixture; treated with Celcore PVA Curing 1.5-inch ACFoam Il, ACFoam | M-PG1 o n Dot ne M-PG1 #410 SBS-SA (SBE Isc;\na )| sessa | -1925
concrete Compound and surfaced with Celcore Sanded 111, H-Shield or H-Shield CG ensbec Quick Dry B
Bonding Surface (SBS)
structural CMi"‘ 30tO pS_it,hmcinI. 2»inc:SC:rl]corle Miﬂceél_‘:"’f" One or more layer(s), min. Min. 0.25-inch Tropical (Optional)
LWC-21 oncrete with L.elcore 0108y MIOGIVING 1 9 5.inch ACFoam Il, ACFoam | M-PG1 SECUROCK Gypsum- | M-PG1 #410 SBS-SA P SBS-SA | -240.0
concrete Admixture; treated with Celcore PVA Curing ) A . K SBS-SA
Compound 11, H-Shield or H-Shield CG Fiber Roof Board Quick Dry
Min. 300 psi, min. 2-inch Celcore MF Cellular
Structural Concrete with Celcore HS Rheology Modifying One or more layer(s), min. Min. 0.25-inch Tropical (Optional)
LWC-22 concrete Admixture; treated with Celcore PVA Curing 1.5-inch ACFoam Il, ACFoam M-PG1 SECUROCK Gypsum- M-PG1 #410 SBS-SA SBZ—SA SBS-SA -232.5
Compound and surfaced with Celcore Sanded 111, H-Shield or H-Shield CG Fiber Roof Board Quick Dry
Bonding Surface (SBS)
Structural | Min. 300 psi Cel MF Cellular C te with Pre or mogglagg), min. Min. 0.25-inch (Optional)
Lwc-23 - 2H0 pst Celcore g L e o 1.5-inch ACFoam Il, ACFoam | OB500 SECUROCK Gypsum- | OB500 None SBS-SA P SBS-SA | -172.5
concrete Celcore HS Rheology Modifying Admixture ) A X SBS-SA
111, H-Shield or H-Shield CG Fiber Roof Board
Min. 1-inch ENRGY 3, H- . .
Structural | Min. 200 psi, min. 2-inch Celcore Cellular Shield or H-Shield CG or min. Min. 0.25-inch (Optional)
LWC-24 : . Polyset CRA | SECUROCK Gypsum- Polyset CRA | None SBS-SA SBS-SA -172.5
concrete Concrete 1.5-inch Multi-Max FA3 or . SBS-SA
Fiber Roof Board
Ultra-Max
Structural | Min. 300 psi Cel MF Cellular C te with One or more layer(s), min. Min. 0.25-inch (Optional)
LWC-25 . S9L psi Lefcore L e ! 1.5-inch ACFoam Il, ACFoam | Polyset CRA | SECUROCK Gypsum- | Polyset CRA | None SBS-SA P SBS-SA | -172.5
concrete Celcore HS Rheology Modifying Admixture ) A . SBS-SA
11, H-Shield or H-Shield CG Fiber Roof Board
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TABLE 48: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmO | etc.e

. . Base Insulation Layer Coverboard Roof Cover (Note 15)
System Deck Lightweight Concrete o et MbDP
No. Note 1 Note 14 ac ac i sf
(Note 1) (Note 14) Type Notes 6.7.8 Type Notes 6.7.8 Primer Base Ply Ply CapPly | (psf)
Min. 1-inch ENRGY 3, H- Trabical
Structural Min. 200 psi, min. 2-inch Celcore Cellular Shield or H-Shield CG or min. Min. 0.25-inch (Optional)
LWC-26 concrete Concrete 1.5-inch Multi-Max FA3 or Polyset CRA DensDeck POl R #41_0 WES-5A SBS-SA SBS-SA 180.0
Quick Dry
Ultra-Max
HYBRID SYSTEMS:
) o (Optional) Min. 0.25-
structural 2"'“' 3°to ps'ltlhmcml. 2"”C'_:‘SCF;|]C°rle MFMce(Ijl,‘;'f“ One or more layer(s), min. inch DensDeck Prime (Optional) SBS-AA
LWC-27 oncrete with %.elcore colosy MOGIVING | 1 5.inch ACFoam Il or H- M-OSFA or SECUROCK M-OSFA None SBS-SA-H P orAPP- | -90.0
concrete Admixture; treated with Celcore PVA Curing . % APP-TA
Compound Shield Gypsum-Fiber Roof TA
Board
Min. 300 psi, min. 2-inch Celcore MF Cellular (Optional) Min. 0.25-
Structural | Concrete with Celcore HS Rheology Modifying One or more layer(s), min. inch DensDeck Prime (Optional) SBS-AA
LWC-28 Admixture; treated with Celcore PVA Curing 1.5-inch ACFoam Il or H- M-OSFA or SECUROCK M-OSFA None SBS-SA-H AP’:’ TA or APP- -217.5
concrete Compound and surfaced with Celcore Sanded Shield Gypsum-Fiber Roof : TA
Bonding Surface (SBS) Board
Min. 300 psi, min. 2-inch Celcore MF Cellular (Optional) Min. 0.25-
Structural Concrete with Celcore HS Rheology Modifying One or more layer(s), min. inch DensDeck Prime (Optional) SBS-AA
LWC-29 Admixture; treated with Celcore PVA Curing 1.5-inch ACFoam Il or H- M-PG1 or SECUROCK M-PG1 None SBS-SA-H APF; A or APP- | -232.5
concrete Compound and surfaced with Celcore Sanded Shield Gypsum-Fiber Roof : TA
Bonding Surface (SBS) Board
) o (Optional) Min. 0.25-
structural CM'"‘ 30tO ps'lt,hmcmll 2""'::5(::}"60"‘3 Miﬂceél_‘:"’f" One or more layer(s), min. inch DensDeck Prime (Optional) SBS-AA
LWC-30 oncrete with elcore 1> Rheology VIOGIVING | 4 5 inch ACFoam Il or H- M-PG1 or SECUROCK M-PG1 None SBS-SA-H P or APP- | -240.0
concrete Admixture; treated with Celcore PVA Curing < I APP-TA
Compound Shield Gypsum-Fiber Roof TA
Board
. (Optional) Min. 0.25-
Structural | Min. 300 psi Celcore MF Cellular Concrete with One'or more layer(s), min. inch SECUROCK (Optional) SBS-AA
LWC-31 L A 1.5-inch ACFoam Il, ACFoam 0OB500 . OB500 None SBS-SA-H or APP- | -215.0
concrete Celcore HS Rheology Modifying Admixture X Y Gypsum-Fiber Roof APP-TA
11, H-Shield or H-Shield CG TA
Board
) ) ) One or more layer(s), min. Polyset BM FOptlonaI) Min. 0.25- Polyset BM . SBS-AA
Structural Min. 300 psi Celcore MF Cellular Concrete with . inch SECUROCK (Optional)
LWC-32 concrete Celcore HS Rheology Modifying Admixture 1.5-inch ACFoam Il, ACFoam or Polyset Gyosum-Fiber Roof or Polyset None SBS-SA-H APP-TA or APP- | -215.0
Ill, H-Shield or H-Shield CG CRA vp CRA A
Board
CONVENTIONAL SYSTEMS:
Structural cMin. 30t0 ps'it,hmcinll 2>inc:sc;r|‘corle MI:\ACE(LI};Iﬁr One or more layer(s), min. ,I\)A;:'sg;ezci_rr(i:rne or BP-AA or (Optional) SBS-AA
LWC-33 oncrete with elcore H> Kneology MIOGIVING | 4 5 inch ACFoam Il, ACFoam | M-OSFA M-OSFA None BP-AA or or APP- | -90.0
concrete Admixture; treated with Celcore PVA Curing Il H-Shield or H-Shield CG SECUROCK Gypsum- APP-TA APP-TA T
Compound ’ Fiber Roof Board
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TABLE 48: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

. . Base Insulation Layer Coverboard Roof Cover (Note 15)
System Deck Lightweight Concrete o et MbDP
No. Note 1 Note 14 ac ac i sf
(Note 1) (Note 14) Type Notes 6.7.8 Type Notes 6.7.8 Primer Base Ply Ply CapPly | (psf)
Min. 300 psi, min. 2-inch Celcore MF Cellular Min. 0.25-inch
Structural | Concrete with Celcore HS Rheology Modifying One or more layer(s), min. DensDeck Prime or BP-AA or (Optional) SBS-AA
LWC-34 N Admixture; treated with Celcore PVA Curing 1.5-inch ACFoam Il, ACFoam M-OSFA SECUROCK G M-OSFA None APP-TA BP-AA or or APP- -217.5
concrete Compound and surfaced with Celcore Sanded 111, H-Shield or H-Shield CG . ypsum- ” APP-TA TA
Bonding Surface (SBS) Fiber Roof Board
Min. 300 psi, min. 2-inch Celcore MF Cellular One or more layer(s), min Min. 0.25-inch (Optional) SBS-AA
LWC-35 Structural Concrete leth Celcoré HS Rheology Modlfylng 1.5-inch ACFoam Il ACFoam M-PG1 DensDeck Prime or M-PG1 None BP-AA or BP-AA or or APP- | -240.0
concrete Admixture; treated with Celcore PVA Curing 1L HeShield H-Shield CG SECUROCK Gypsum- APP-TA APP-TA TA
Compound » F=ohield or H-ohie Fiber Roof Board )
Min. 300 psi, min. 2-inch Celcore MF Cellular Min. 0.25-inch
Concrete with Celcore HS Rheology Modifying One or more layer(s), min. . g (Optional) SBS-AA
LWC-36 Str”““tra' Admixture; treated with Celcore PVA Curing 1.5-inch ACFoam Il, ACFoam | M-PG1 E:gsagcckKPgme °" | M-PG1 None iﬁPAi?: " | BP-AAOr | orAPP- | 2325
concrete Compound and surfaced with Celcore Sanded I1l, H-Shield or H-Shield CG ; ypsum- ” APP-TA TA
Bonding Surface (SBS) Fiber Roof Board
Structural | Min. 300 psi Celcore MF Cellular Concrete with One or more layer(s), min. Min. 0.25-inch BP-AA or (Optional) SBS-AA
LWC-37 ’ . ) 1.5-inch ACFoam Il, ACFoam OB500 SECUROCK Gypsum- OB500 None BP-AA or or APP- | -215.0
concrete Celcore HS Rheology Modifying Admixture ) X . APP-TA
11, H-Shield or H-Shield CG Fiber Roof Board APP-TA TA
Structural | Min. 300 psi Celcore MF Cellular Concrete with One or more layer(s), min. Min gp-inch BP-AA or (Optional) SBS-AA
LWC-38 o ) 1.5-inch ACFoam I, ACFoam Polyset BM SECUROCK Gypsum- Polyset BM None BP-AA or or APP- | -215.0
concrete Celcore HS Rheology Modifying Admixture ) A - APP-TA
111, H-Shield or H-Shield CG Fiber Roof Board APP-TA TA
Min. 1-inch ENRGY 3, H- . . .
Structural Min. 200 psi, min. 2-inch Celcore Cellular Shield or H-Shield CG or min. Min. O'S_mCh. (Optional) SBS-AA
LWC-39 . . Polyset CRA | Structodek High Polyset CRA | None BP-AA BP-AA or or APP- | -180.0
concrete Concrete 1.5-inch Multi-Max FA3 or A
Density Fiberboard APP-TA TA
Ultra-Max
Min. 0.25-inch
Min. 1-inch ENRGY 3, H-
) o ) ) ! . SECUROCK Gypsum- (Optional) SBS-AA
LWC-40 Structural Min. 200 psi, min. 2-inch Celcore Cellular Shle'ld orH Shleld CG or min. Polyset CRA | Fiber Roof Board or Polyset CRA | None BP-AA or BP-AA or or APP- | -180.0
concrete Concrete 1.5-inch Multi-Max FA3 or APP-TA
Ultra-Max DensDeck or APP-TA TA
DensDeck Prime
Structural | Min. 300 psi Celcore MF Cellular Concrete with One or more layer(s), min. Min. 0.25-inch BP-AA or (Optional) SBS-AA
LwcC-41 ) o > 1.5-inch ACFoam Il, ACFoam Polyset CRA | SECUROCK Gypsum- Polyset CRA | None BP-AA or or APP- | -215.0
concrete Celcore HS Rheology Modifying Admixture ) X . APP-TA
11, H-Shield or H-Shield CG Fiber Roof Board APP-TA TA
ELAsTizELL (NOA 23-0817.05):
SELF-ADHERING SYSTEMS:
. . . . Tropical .
Lwe-az | Structural | 200 psi, min. 2-inch Elastizell Min. 1.5-inch ACFoam Il or OB500 Min. 0.25-inch OB500 #410 SBS-SA (Optional) | ¢pe cp | _150.0
concrete ENRGY 3 DensDeck Quick Dry SBS-SA
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TABLE 48: LIGHTWEIGHT CONCRETE OVER STRUCTURAL CONCRETE DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmO | etc.e

. . Base Insulation Layer Coverboard Roof Cover (Note 15)
System Deck Lightweight Concrete Attach Attach MDP
No. Note 1 Note 14 ac ac i sf
(Note 1) (Note 14) Type Notes 6.7.8 Type Notes 6.7.8 Primer Base Ply Ply CapPly | (psf)
. . Min. 0.25-inch .
Lwe-a3 | Structural 200 psi, min. 2-inch Elastizell Min. 1.5-inch ACFoam Il, 0B500 SECUROCK Gypsum- | OBS00 None SBS-SA (Optional) | ¢pc cp | 1725
concrete ENRGY 3 or H-Shield . SBS-SA
Fiber Roof Board
Structural leizlldlz:?—:l:\lieRIiYcz oHr_min MingQ.25-Mney (Optional)
LWC-44 Min. 200 psi, min. 2-inch Elastizell A . ’ Polyset CRA | SECUROCK Gypsum- Polyset CRA | None SBS-SA P SBS-SA -172.5
concrete 1.5-inch Multi-Max FA3 or . SBS-SA
Fiber Roof Board
Ultra-Max
Min. 1-inch ENRGY 3, H- Tropical
Structural . L . . Shield or H-Shield CG or min. Min. 0.25-inch (Optional)
LWC-45 concrete Min. 200 psi, min. 2-inch Elastizell 1.5-inch Multi-Max EA3 or Polyset CRA DensDeck Polyset CRA #41'0 SBS-SA SBS-SA SBS-SA -180.0
Quick Dry
Ultra-Max
CONVENTIONAL SYSTEMS:
Min. 0.25-inch (Optional) SBS-AA
LWC-46 Structural Min. 200 psi, min. 2-inch Elastizell Min. 1.5-inch ACFoam I OB500 DensDeck or 0OB500 None BP-AA or BP-AA or or APP- | -150.0
concrete . APP-TA
DensDeck Prime APP-TA TA
. . Min. 0.25-inch (Optional) SBS-AA
LWC-47 ilr:cc::t':' Min. 200 psi, min. 2-inch Elastizell EA,\;;GZY ';cohr ﬁCSF;"IZ'IE 1, 0B500 SECUROCK Gypsum- | OB500 None i';:?: " | BP-AAOF or APP- | -225.0
Fiber Roof Board APP-TA TA
Structural mli:.I;_olrru:]—SEP:\li:EYC?g :r_min Min. 0.5-inch (Optional) SBS-AA
LWC-48 Min. 200 psi, min. 2-inch Elastizell . . ’ Polyset CRA | Structodek High Polyset CRA | None BP-AA BP-AA or or APP- | -180.0
concrete 1.5-inch Multi-Max FA3 or A
Density Fiberboard APP-TA TA
Ultra-Max
K . Min. 0.25-inch
Structural leizlldl-;:?—:l:\lieRIiYcz oHr_ min SECUROCK Gypsum- BP-AA or (Optional) SBS-AA
LWC-49 Min. 200 psi, min. 2-inch Elastizell A . ’ Polyset CRA | Fiber Roof Board or Polyset CRA | None BP-AA or or APP- | -180.0
concrete 1.5-inch Multi-Max FA3 or APP-TA
DensDeck or APP-TA TA
Ultra-Max .
DensDeck Prime

TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Lightweight Concrete (Note 14) Anchor Sheet Insulation Roof Cover (Note 15)
System Deck Deck Surface Fasten Base MbDP
No. (Note 1) (psf)
ote Trea:men Type Trea:men Type o Attach Base Top Attach Ply Ply Cap Ply

CEeLCORE (NOA 24-0906.02):
SELF-ADHERING SYSTEMS:
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

NEmO | etc.e

Lightweight Concrete (Note 14) Anchor Sheet Insulation Roof Cover (Note 15)
System Deck Deck Surface S Base MDP
asten
No. Note 1 Treatmen T Treatmen T Attach B T Attach Pl Pl sf]
(Note 1) ype : ype R ase op a Ply y CapPly | (psf)
Min. 22 ga., . R .
type BV, !Vlm. 470 psi, min. 2- Trufast 7-!nch (').c. at.the (Optional) Min. 0.25-inch
inch Celcore MF TRI-BUILT min. 4-inch side .
Grade 40 Celcore 5-1 Cellular Concrete Celcore Fiberglass FM-30 laps and 7-inch o.c Min. 1.5" DensDgk Prime GIQECUROCK hot (Optional)
LWC-50 | steel, 6 ft Deck R PVA Curing g Base R " g Gypsum-Fiber Roof Board. Top SBA-SA P SBS-SA -60.0
” . with Celcore HS Base Sheet at two (2), equally ACFoam Il . N asphalt SBS-SA
span, 5/8 Preparation Rheology Modifvin Compound 350 Sheet spaced, staggered surface shall be primed with
puddle | Y ving Fastener P » Stagg Tropical #410 Quick Dry.
” Admixture center rows
welds, 6” o.c.
HYBRID SYSTEMS:
Min. 22 ga., Min. 470 psi, min. 2- 7-inch o.c. at the (Optional) Min. 0.12§—|nch
type BV, X Trufast . X . STURDY-DEK Asphaltic Cover
inch Celcore MF TRI-BUILT min. 4-inch side . X
Grade 40 Celcore S-1 Celcore . FM-90 R . N Board or min. 0.25-inch DensDeck . SBS-AA
Cellular Concrete . Fiberglass laps and 7-inch o.c. Min. 1.5 R hot SBS- (Optional)
LWC-51 | steel, 6 ft Deck R PVA Curing Base Prime or SECUROCK Gypsum- or APP- -60.0
” . with Celcore HS Base Sheet at two (2), equally ACFoam Il X asphalt SA-H APP-TA
span, 5/8 Preparation . Compound Sheet Fiber Roof Board. Top surface TA
Rheology Modifying 35Q spaced, staggered X : .
puddle Admixture Fastener . WS may be optionally primed with
welds, 6” o.c. Tropical #410 Quick Dry.
CONVENTIONAL SYSTEMS:
Min. 22 ga Min. 0.125-inch STURDY-DEK
¢ e. ng v Min. 470 psi, min. 2- Trufast 7-inch o.c. at the Asphaltic Cover Board, min. 0.25-
g g inch Celcore MF TRI-BUILT min. 4-inch side inch DensDeck Prime or
Grade 40 Celcore S-1 Celcore . FM-90 . . N ) . SBS-AA
Cellular Concrete . Fiberglass laps and 7-inch o.c. Min. 1.5 SECUROCK Gypsum-Fiber Roof hot (Optional)
LWC-52 | steel, 6 ft Deck R PVA Curing Base R . BP-AA or APP- -60.0
” . with Celcore HS Base Sheet at two (2), equally ACFoam Il Board, min. 0.5-inch Structodek asphalt APP-TA
span, 5/8 Preparation o Compound Sheet X I TA
Rheology Modifying 3sQ spaced, staggered High Density Fiberboard Roof
puddle R Fastener . K .
” Admixture center rows Insulation or min. 0.75-inch Fesco
welds, 6” o.c.
Board (homogeneous)
Min. 22 ga., Min. 470 psi, min. 2- 7-inch o.c. at the Min. 0.1‘25-|nch STURDY‘DE.K
type BV, . Trufast . X A Asphaltic Cover Board or min.
inch Celcore MF TRI-BUILT min. 4-inch side X .
Grade 40 Celcore 5-1 Cellular Concrete celgre Fiberglass FM-30 laps and 7-inch o.c Min. 1.5" 0.25-inch DensDeck Prime or hot APP- (Optional)
LWC-53 | steel, 6 ft Deck X PVA Curing g Base R . o SECUROCK Gypsum-Fiber Roof P APP-TA -60.0
” . with Celcore HS Base Sheet at two (2), equally ACFoam Il asphalt TA APP-TA
span, 5/8 Preparation oo A Compound Sheet Board. Top surface may be
Rheology Modifying 3sQ spaced, staggered . R . .
puddle Admixt Fastener N optionally primed with Tropical
welds, 6” o.c. mixture centerrows #410 Quick Dry.
ELAsTizELL (NOA 23-0817.05):
SELF-ADHERING SYSTEMS:
Min. 22 ga., .
type BV, TRISBUILT Trufast Zn::czfi)r;;asti;ze (Optional) Min. 0.25-inch
Grade 40 Min. 490 psi, min. 2- Fiberglass FM-90 Ia s.and 7-inch o.c Min. 1.5" DensDeck Prime or SECUROCK hot (Optional)
LWC-54 | steel, 6ft None inch Elastizell with None g Base P . T Gypsum-Fiber Roof Board. Top SBA-SA P SBS-SA -67.5
" . Base Sheet at two (2), equally ACFoam Il . X asphalt SBS-SA
span, 5/8 Zell-Crete Fibers 35 Sheet spaced, staggered surface shall be primed with
puddle Fastener P » S1AEE Tropical #410 Quick Dry.
” center rows
welds, 6” o.c.
HYBRID SYSTEMS:
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TABLE 4c: LIGHTWEIGHT CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

NEmO | etc.e

Lightweight Concrete (Note 14) Anchor Sheet Insulation Roof Cover (Note 15)
System Deck Deck Surface Fast Base MO
asten
No. Note 1 Treatmen T Treatmen T Attach B T Attach Pl Pl sf]
(Note 1) : ype : ype R a ase op ac Ply y CapPly | (psf)
Min. 22 ga., . (Optional) Min. 0.125-inch
type BV, TRI-BUILT Trufast Zn::cz_?r;zha;éze STURDY-DEK Asphaltic Cover
Grade 40 Min. 490 psi, min. 2- . FM-90 ’ . . N Board or min. 0.25-inch DensDeck . SBS-AA
. . . Fiberglass laps and 7-inch o.c. Min. 1.5 R hot SBS- (Optional)
LWC-55 | steel, 6 ft None inch Elastizell with None Base Prime or SECUROCK Gypsum- or APP- -67.5
” . Base Sheet at two (2), equally ACFoam Il X asphalt SA-H APP-TA
span, 5/8 Zell-Crete Fibers Sheet Fiber Roof Board. Top surface TA
35Q spaced, staggered " . .
puddle Fastener center rows may be optionally primed with
welds, 6” o.c. Tropical #410 Quick Dry.
CONVENTIONAL SYSTEMS:
Min. 22 ga Min. 0.125-inch STURDY-DEK
type. BY ga. Trufast 7-inch o.c. at the Asphaltic Cover Board, min. 0.25-
Grade 40 Min. 490 psi, min. 2- TBI—BUILT FM-90 min. 4—|nch'5|de ' ) inch DensDeck Prime F)I’ ' SBS-AA
. . . Fiberglass laps and 7-inch o.c. Min. 1.5 SECUROCK Gypsum-Fiber Roof hot (Optional)
LWC-56 | steel, 6ft None inch Elastizell with None Base § R BP-AA or APP- -67.5
" . Base Sheet at two (2), equally ACFoam Il Board, min. 0.5-inch Structodek asphalt APP-TA
span, 5/8 Zell-Crete Fibers Sheet K . TA
35Q spaced, staggered High Density Fiberboard Roof
puddle Fastener . X R
” center rows Insulation or min. 0.75-inch Fesco
welds, 6” o.c.
Board (homogeneous)
Min. 22 ga., . Min. 0.125-inch STURDY-DEK
7-inch o.c. at the . R
type BV, Trufast . X ) Asphaltic Cover Board or min.
. A TRI-BUILT min. 4-inch side X .
Grade 40 Min. 490 psi, min. 2- Fiberalass FM-90 lans and 7-inch o.c Min. 1.5" 0.25-inch DensDeck Prime or hot APP- (Optional)
LWC-57 | steel, 6 ft None inch Elastizell with None g Base P . o SECUROCK Gypsum-Fiber Roof P APP-TA -67.5
” X Base Sheet at two (2), equally ACFoam Il asphalt TA APP-TA
span, 5/8 Zell-Crete Fibers Sheet Board. Top surface may be
35Q spaced, staggered . R . .
puddle Fastener D ter row optionally primed with Tropical
welds, 6” o.c. #410 Quick Dry.
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NEmO | etc.e
TABLE 4p: LIGHTWEIGHT CONCRETE DECKS OVER STEEL orR STRUCTURAL CONCRETE DECK — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE E-2: MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

G - Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15) N
ystem ec
Deck Surface
No. Note 1 sf;
(Note 1) T LWC P — Type Fasten (Note 11) Attach Base Ply Cap Ply (psf)
PRE-EXISTENT CELLULAR LIGHTWEIGHT CONCRETE:
SELF-ADHERING SYSTEMS:
Min. 22 ga., Type BV, :\:Lr; 3r0e(3eF;(sils,temnl: -z TRI-BUILT SA Trufast THIglLge-Nail ;::EE ZE ?nt :\TZ r(nzl)n ezlljnaclr l: paizg
Grade 33 steel, 5 ft span None p . . None X Assembled Fastener " - €q y P ! SBS-SA SBS-SA -60.0
LWC-58 cellular lightweight Nailbase R D, staggered center rows, Tropical #410
or structural concrete ) . (min. 1.8”) )
insulating concrete. Quick Dry at stress plates
Note: | To qualify the LWIC under this assembly, a 1.8-inch Trufast Twin Loc-Nail Assembled Fastener shall achieve an average withdrawal of 73 Ibf when tested per Note 11
Min. 22 ga., Type BV, :\::r: 3r0eo—eF:(Sils’t:nI: 'z TRI-BUILT SA . V' 3:222 ZE |ant :\T/i r(nzl)n ezll.lr:;r |sa paiZS
Grade 33 steel, 5 ft span None P R . None . Assembled Fastener " » €4 y P ! SBS-SA SBS-SA -60.0
LWC-59 cellular lightweight Nailbase X ” staggered center rows, Tropical #410
or structural concrete ) ) (min. 1.8”) :
insulating concrete. Quick Dry at stress plates
Note: | To qualify the LWIC under this assembly, a 1.8-inch Trufast Twin Loc-Nail Assembled Fastener shall achieve an average withdrawal of 93 Ibf when tested per Note 11
HYBRID SYSTEMS:
Min. 22 ga., Type BV, :\::;1 3&1‘::;:::' 2 TRI-BUILT Trufast Twin Loc-Nail | 9-inch o.c. at the 4-inch lap and 9-inch SBS-AA
Grade 33 steel, 5 ft span None ceIIulF;r lishtweight None Fiberglass Base Assembled Fastener o.c. in two (2), equally spaced, SBS-SA-H or APP- -60.0
LWC-60 or structural concrete . . € g Sheet 3SQ (min. 1.8”) staggered center rows TA
insulating concrete.
Note: | To qualify the LWIC under this assembly, a 1.8-inch Trufast Twin Loc-Nail Assembled Fastener shall achieve an average withdrawal of 88 Ibf when tested per Note 11
CONVENTIONAL SYSTEMS:
Min. 22 ga., Type BV, :\:g; 3:):5(?5}2::' 2 TRI-BUILT Trufast Twin Loc-Nail 9-inch o.c. at the 4-inch lap and 9-inch | (Optional) | SBS-AA
Grade 33 steel, 5 ft span None ceIIuIFz)ar lishtweight None Fiberglass Base Assembled Fastener o.c. in two (2), equally spaced, BP-AA or or APP- -60.0
LwC-61 or structural concrete ) ) g g Sheet 35Q (min. 1.8”) staggered center rows APP-TA TA
insulating concrete.
Note: | To qualify the LWIC under this assembly, a 1.8-inch Trufast Twin Loc-Nail Assembled Fastener shall achieve an average withdrawal of 88 Ibf when tested per Note 11
Min. 22 ga., Type BV, :\::;] 32?;:;::?' R TRI-BUILT Trufast Twin Loc-Nail 7-inch o.c. at the 4-inch lap and 7-inch SBS-AA
Grade 33 steel, 5 ft span None ceIIuIFz)ar lichtweight None Fiberglass Base Assembled Fastener o.c. in two (2), equally spaced, BP-AA or APP- -67.5
LwC-62 or structural concrete ) ) g g Sheet 35Q (min. 1.8”) staggered center rows TA
insulating concrete.
Note: | To qualify the LWIC under this assembly, a 1.8-inch Trufast Twin Loc-Nail Assembled Fastener shall achieve an average withdrawal of 77 Ibf when tested per Note 11
CEeLCORE (NOA 24-0906.02):
SELF-ADHERING SYSTEMS:
. Min. 470 psi, min. 2-
Min. 22 ga., type BV, . . . . .
Celcore S-1 inch Celcore MF Cellular | Celcore 7-inch o.c. at the min. 4-inch side laps
Grade 40 steel, 6 ft - -
LWC-63 ra" € aUsteel, SBan’ Deck Concrete with Celcore PVA Curing TRI. BUILTSA Trufast FM-90 Base and 7-inch o.c. at two (2), equally SBS-SA SBS-SA -45.0
5/8” puddle welds, 6 . o Nailbase Sheet Fastener
oc Preparation | HS Rheology Modifying Compound spaced, staggered center rows
- Admixture
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TABLE 4p: LIGHTWEIGHT CONCRETE DECKS OVER STEEL or STRUCTURAL CONCRETE DECK — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

NEmO | etc.e

Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15)
System Deck Deck o MDP
ec urface
No. Note 1 sf;
(Note 1) T LWC P — Type Fasten (Note 11) Attach Base Ply Cap Ply (psf)
HYBRID SYSTEMS:
. Min. 470 psi, min. 2-
gﬂrl:&gigas{ezpz ?tvs' an Celcore S-1 inch Celcore MF Cellular | Celcore TRI-BUILT Trufast FM-90 Base 7-inch o.c. at the min. 4-inch side laps SBS-AA
LWC-64 5/8” puddle w;elds 68 " | Deck Concrete with Celcore PVA Curing | Fiberglass Base Sheet Eastener and 7-inch o.c. at two (2), equally SBS-SA-H or APP- -45.0
oc P ! Preparation | HS Rheology Modifying Compound Sheet 35Q spaced, staggered center rows TA
- Admixture
CONVENTIONAL SYSTEMS:
. Min. 470 psi, min. 2-
gﬂ::(;ijflgas{et;pz ?tvs’ an Celcore S-1 inch Celcore MF Cellular | Celcore TRI-BUILT Trufast EM-90 Base 7-inch o.c. at the min. 4-inch side laps | (Optional) | SBS-AA
LWC-65 5/8” puddle w;elds 68 " | Deck Concrete with Celcore PVA Curing | Fiberglass Base Sheet Fastener and 7-inch o.c. at two (2), equally BP-AA or or APP- -45.0
oc P ! Preparation | HS Rheology Modifying Compound Sheet 3SQ spaced, staggered center rows APP-TA TA
- Admixture
Min. 22 ga., Type BV, Min. 300 psi, min 2-inch | Celcore TRI-BUILT 7-inch o.c. at the 3-inch lap and 7-inch SBS-AA
Grade 33 steel, 5 ft span, . . Trufast FM-90 Base .
LWC-66 ” None Celcore Cellular PVA Curing | Fiberglass Base o.c. in two (2), equally spaced, BP-AA or APP- -75.0
#12 HWH Teks 5, 6” o.c. Sheet Fastener
Concrete. Compound Sheet 35Q staggered center rows TA
or structural concrete
CONCRECEL (NOA 21-1229.06):
CONVENTIONAL SYSTEMS:
Min. 22 ga., Type BV,
Grade 80 steel, 5 ft span; | Concrecel Min. 300 psi, min 2%- Concrecel TRI-BUILT 7-inch o.c. at the 3-inch lap and 7-inch . SBS-AA
” . R . . . OMG CR Base Ply ) (Optional)
LWC-67 | 5/8” puddle welds with Bonding inch Concrecel Curing Fiberglass Base Fastener (1.7) o.c. in two (2), equally spaced, BP-AA or APP- -52.5
weld- washers, 6” o.c. or | Agent Concrete. Compound Sheet 35Q ’ staggered center rows TA
structural concrete
ELAsTIZELL (NOA 23-0817.05):
SELF-ADHERING SYSTEMS:
Min. 22 ga., type BV, . ) . . . . .
Min. 490 psi, min. 2- 7-inch o.c. at the min. 4-inch side laps
Grade 40 steel, 6 ft ! - -
LWC-68 ra" € al) steel, SBan’ None inch Elastizell with Zell- None TRI. BUILT SA Trufast FM-90 Base and 7-inch o.c. at two (2), equally SBS-SA SBS-SA -45.0
5/8” puddle welds, 6 R Nailbase Sheet Fastener
oc Crete Fibers spaced, staggered center rows
HYBRID SYSTEMS:
Min. 22 ga., Type BV,
Grade 33 steel, 5 ft span, viin. 2008 i I ch TRI-BUILT If“:a“ F’V"9T° BfanTSh?Et 7-inch o.c. at the 4-inch lap and 7-inch SBS-AA
LWC-69 | 5/8” puddle welds, 6” None EIas&izeII psb None Fiberglass Base LZZ_;ZT;;E;; win o.c. in two (2), equally spaced, SBS-SA-H or APP- -45.0
o.c. or structural ' Sheet 35Q Fastener (1.8 inch) staggered center rows TA
concrete
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TABLE 4p: LIGHTWEIGHT CONCRETE DECKS OVER STEEL or STRUCTURAL CONCRETE DECK — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

NEmO | etc.e

Lightweight Concrete (Note 14) Base Sheet Roof Cover (Note 15)
System Deck Deck o MDP
ec urface
No. Note 1 sf;
(Note 1) T LWC P — Type Fasten (Note 11) Attach Base Ply Cap Ply (psf)
g/'r':agigz't’ezpz thVS " Min. 490 psi, min. 2- TRI-BUILT Trufast FM.90 Base 7-inch o.c. at the min. 4-inch side laps SBS-AA
LWC-70 ” ! 8 " | None inch Elastizell with Zell- None Fiberglass Base and 7-inch o.c. at two (2), equally SBS-SA-H or APP- -45.0
5/8” puddle welds, 6 R Sheet Fastener
oc Crete Fibers Sheet 35Q spaced, staggered center rows TA
CONVENTIONAL SYSTEMS:
Min. 22 ga., type BV, Min. 490 psi, min. 2- TRI-BUILT 7-inch o.c. at the min. 4-inch side laps | (Optional) | SBS-AA
Grade 40 steel, 6 ft span, . . . . Trufast FM-90 Base .
LWC-71 5/8” puddle welds, 6” None inch Elastizell with Zell- None Fiberglass Base Sheet Fastener and 7-inch o.c. at two (2), equally BP-AA or or APP- -45.0
oc P ! Crete Fibers Sheet 35Q spaced, staggered center rows APP-TA TA
Min. 22 ga., Type BV,
Grade 33 steel, 5 ft span, Min. 200 osi. min 2-inch TRI-BUILT Ir”IaSt FM'9TO BfaszSh,eEt 7-inch o.c. at the 4-inch lap and 7-inch | (Optional) | SBS-AA
LWC-72 | 5/8” puddle welds, 6” None EIas&izeII psh None Fiberglass Base LZZ—;gir;rse:bT:d win o.c. in two (2), equally spaced, BP-AA or or APP- -45.0
o.c. or structural ' Sheet 35Q Fastener (1.8 inch) staggered center rows APP-TA TA
concrete
MEARLCRETE (NOA 24-0514.06):
CONVENTIONAL SYSTEMS:
Min. 22 ga., Type BV,
Gra’(’:le 33 steel, 5 ft sgan, Min. 250 psi, min 2-inch TBI-BUILT OMG CR Base Ply 7—|nt':h o.c. at the 4-inch lap and 7-inch (Optional) SBS-AA
LWC-73 | 5/8” puddle welds, 6 None None Fiberglass Base o.c. in two (2), equally spaced, or APP- -45.0
Mearlcrete. Fastener (1.7) BP-AA
o.c. or structural Sheet 35Q staggered center rows TA
concrete
Min. 22 ga., Type BV,
Grade 33 steel, 5 ft - -i .C. -i -i ) -
ra" e 33 steel, SBan, Min. 300 psi, min 2-inch TBI BUILT OMG CR Base Ply 7 |nt':h o.c. at the 4-inch lap and 7-inch (Optional) SBS-AA
LWC-74 | 5/8” puddle welds, 6 None None Fiberglass Base o.c. in two (2), equally spaced, or APP- -52.5
Mearlcrete. Fastener (1.7) BP-AA
o.c. or structural Sheet 35Q staggered center rows TA
concrete
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TABLE 5A: CEMENTITIOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Attach Attach Primer ul?
No. (Notes 1, Note 12) ac ac (osf)
Type R Type S Base Ply Ply Cap Ply
SELF-ADHERING SYSTEMS:
. . (Optional) Additional layer(s) of base insulation . .
CWF-1. | Tectum a1 -inch ACFoam Il or H- M-OSFA and/or min. 0.25-inch DensDeck Prime or M-OSFA gl:’i‘::f;'rmm SBS-SA (s(;gfls(i\nal) SBS-SA | -60.0
SECUROCK Gypsum-Fiber Roof Board. v
. . (Optional) Additional layer(s) of base insulation . .
CWEF-2. | Tectum 2/Ih|ir;.h;l.5 inch ACFoam Il or H :\:C:ZFCA’ 6 and/or min. 0.25-inch DensDeck Prime or ::tgtiA’ Z -gl?i’z:(cglr#‘uo SBS-SA (S(;gflsc;\nal) SBS-SA -90.0
o SECUROCK Gypsum-Fiber Roof Board. - ¥
Existing Tectum Min. 1.5-inch ACFoam II, ENRGY 3 . . Tropical #410 (Optional) .
CWF-3. (re-roof only) or Multi-Max FA3 OB500 Min. 0.25-inch DensDeck OB500 Quick Dry SBS-SA SBS-SA SBS-SA 45.0
Existing Tectum Min. 1.5-inch ACFoam II, ENRGY 3 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof (Optional) «
CWF-4. (re-roof only) or Multi-Max FA3 OB500 Board OB500 None SBS-SA SBS-SA SBS-SA 45.0
Min. 1-inch ENRGY 3, H-Shield or Polyset BM . .
CWF-5. | Tectum H-Shield CG or min. 1.5-inch Eg:y::: (B:RMAor Min. 0.25-inch DensDeck or Polyset -gl?i’z:(cglr#‘uo SBS-SA (S(;gflsc;\nal) SBS-SA -52.5
Multi-Max FA3 or Ultra-Max v CRA v
Min. 1-inch ENRGY 3, H-Shield or . . . Polyset BM .
CWF-6. | Tectum H-Shield CG or min. 1.5-inch Ez:y::: e 2’22;3'25 -inch SECUROCK Gypsum-Fiber Roof | o po) st | None SBS-SA (s(;gfls(i\nal) SBS-SA | -52.5
Multi-Max FA3 or Ultra-Max ¥ CRA
HYBRID SYSTEMS:
. . (Optional) Additional layer(s) of base insulation (Optional) SBS-AA
CWF-7. | Tectum Z]'i';'ldl‘s inch ACFoam lf or H M-OSFA and/or min. 0.25-inch DensDeck Prime or M-OSFA | None SBS-SA-H | BP-AAOr or APP- | -60.0
SECUROCK Gypsum-Fiber Roof Board. APP-TA TA
. . (Optional) Additional layer(s) of base insulation (Optional) SBS-AA
CWF-8. | Tectum xli:'ldl's_m(:h ACFoam Il or H- :\:;ﬁs:ﬁ' 6 and/or min. 0.25-inch DensDeck Prime or :\:;EiF?’ 6 None SBS-SA-H BP-AA or or APP- -90.0
) SECUROCK Gypsum-Fiber Roof Board. e APP-TA TA
CONVENTIONAL SYSTEMS:
. . Optional additional layers of base insulation, (Optional) SBS-AA
CWF-9. | Tectum 2/Ih|ir;.h;l.5 inch ACFoam MRpr H M-OSFA followed by min. 0.25-inch DensDeck Prime or M-OSFA None il:):]A_\Aor BP-AA or or APP- -60.0
SECUROCK Gypsum-Fiber Roof Board APP-TA TA
. . Optional additional layers of base insulation, (Optional) SBS-AA
CWF-10. | Tectum xlir;.ldl.S—mch & " O :\:CﬁSOFCA' 6 followed by min. 0.25-inch DensDeck Prime or :\:;EiF?’ & None i';ﬁ?_l_\or BP-AA or or APP- -90.0
- SECUROCK Gypsum-Fiber Roof Board. e APP-TA TA
. . . . . . . (Optional) SBS-AA
CWF-11. :Er::srt;r:)gf Zift;’m x"sﬁjltf:a:: ’:Ac?am 1l ENRGY 3 | o500 m')';'rg‘osar'zd‘ Structodek High Density 0B500 None BP-AA BP-AA or or APP- | -45.0%
v APP-TA A
- . . . . . (Optional) SBS-AA
CWE-12. Existing Tectum Min. 1.5' inch ACFoam Il, ENRGY 3 OB500 Min. 0.25-inch SECUROCK Gypsum .Flber Roof 0B500 None BP-AA or BP-AA or or APP- | -a5.0*
(re-roof only) or Multi-Max FA3 Board or DensDeck or DensDeck Prime APP-TA APP-TA TA
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TABLE 5A: CEMENTITIOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Attach Attach Primer ul?
No. (Notes 1, Note 12) ac ac (osf)
Type R Type S Base Ply Ply Cap Ply
-srs::'”sr::;rg\;ts and Min. 1-inch ENRGY 3, H-Shield, or (Optional) SBS-AA
CWF-13. | 2” dia. plates, H-Shield CG, m|r.1. 1.3-|r.1ch ' Polyset BM or Mln. 0.5-inch Structodek High Density Polyset CRA | None BP-AA BP-AA or or APP- 525
ACFoam Ill or min. 1.5-inch Multi- | Polyset CRA Fiberboard
three (3) per APP-TA TA
- Max FA3 or Ultra-Max
panel width
Min. L-inch ENRGY 3, H-Shield or | o\ a1 or | Min. 0.25-inch SECUROCK Gypsum-Fiber Roof | FOlYsetBM Bp-Apor | (OPtional) SBS-AA
CWF-14. | Tectum H-Shield CG or min. 1.5-inch Polvset CRA Board or DensDeck or DensDeck Prime or Polyset None APP-TA BP-AA or or APP- -52.5
Multi-Max FA3 or Ultra-Max 4 CRA APP-TA TA

TABLE 58: CEMENTITIOUS WOOF FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF) OR RECOVER

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
System Deck Fasten Attach Attach MbDP
No. (Note 1) Type Attach Type (Notes Type (Notes Base Ply Ply Cap Ply sf]
(Note 11) 6.7.8 6.7.8
HYBRID SYSTEMS:
T.Rl_BUILT Trufast Twin Loc-Nail 6-inch oc at the.4-|nch lap Kl (Optional) Min. 0.25-inch . SBS-AA
Fiberglass and 10-inch o.c. in two (2), ACFoam Il, ENRGY | hot . hot SBS-SA- (Optional)
CWE-15. | Tectum Assembled Fastener . SECUROCK Gypsum-Fiber or APP- -60.0
Base Sheet R equally spaced, staggered 3 or Multi-Max asphalt asphalt H APP-TA
(Field W/D > 80 Ibf) Roof Board TA
3sQ center rows FA3
T.Rl_BUILT Trufast Twin Loc-Nail 7—|nch.o.c. at th.e 4inch lap Min. 1.5-in} (Optional) Min. 0.25-inch . SBS-AA
Fiberglass and 7-inch o.c. in two (2), ACFoam Il, ENRGY | hot . hot SBS-SA- (Optional)
CWF-16. | Tectum Assembled Fastener A SECUROCK Gypsum-Fiber or APP- -60.0
Base Sheet R equally spaced, staggered 3 or Multi-Max asphalt asphalt H APP-TA
(Field W/D > 69 Ibf) Roof Board TA
3sQ center rows FA3
CONVENTIONAL SYSTEMS:
o | mstrnioonan [ Shcec et [unised T o et [ -
CWF-17. | Tectum g Assembled Fastener n | ) . g L BP-AA P or APP- -60.0
Base Sheet (Field W/D > 80 Ibf) equally spaced, staggered 3 or Multi-Max asphalt 0.5-inch Structodek High asphalt BP-AA TA
35Q center rows FA3 Density Fiberboard
Fiberlass | TrUfast TwinLooNail || Z0C1 00 L REE R | AChoam i enroy | hot | (homogeneousyor i | ot (Optional) | SESAA
CWF-18. | Tectum g Assembled Fastener - ! L nog S BP-AA P or APP- | -60.0
Base Sheet (Field W/D > 69 Ibf) equally spaced, staggered 3 or Multi-Max asphalt 0.5-inch Structodek High asphalt BP-AA TA
3s5Q center rows FA3 Density Fiberboard
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TABLE 5¢c: CEMENTITIOUS WOOD FIBER DECKS —REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer(s) - i o == MDP
ttac
No. Note 1 Note 3, Note 13 sf
(Note 1) (Note 3, Note 13) Type Fasten (Note 11) Note 17 Base Ply Ply Cap Ply (psf)
CWE-19 Existing (Optional) One or more layers, | Min. 0.5-inch Structodek High OMG Polymer GypTec with 3” GypTec Plate 1 per BP-AA (Optional) BP- | SBS-AA or 45.0*
' Tectum any combination, loose laid Density Fiberboard Roof Insulation (Field W/D > 180 Ibf) 2.0 ft? AA or APP-TA APP-TA '
CWF-20 Existing (Optional) One or more layers, Min. 0.25-inch DensDeck or OMG Polymer GypTec with 3” GypTec Plate 1 per BP-AA or (Optional) BP- | SBS-AA or 45.0*
’ Tectum any combination, loose laid DensDeck Prime (Field W/D > 160 Ibf) 1.8 ft2 | APP-TA AA or APP-TA APP-TA '
CWE-21 Existing (Optional) One or more layers, Min. 0.5-inch Structodek High Trufast Twin Loc-Nail Assembled Fastener (Field 1 per BP-AA (Optional) BP- | SBS-AA or 45.0*
’ Tectum any combination, loose laid Density Fiberboard Roof Insulation W/D > 180 Ibf) 2.0 ft2 AA or APP-TA APP-TA '
CWE-22 Existing (Optional) One or more layers, :\)/2:;gﬁi:‘:;::ssiec‘:g:OrCK Trufast Twin Loc-Nail Assembled Fastener (Field 1 per BP-AA or (Optional) BP- | SBS-AA or 45.0*
’ Tectum any combination, loose laid . W/D > 180 Ibf) 2.0ft2 | APP-TA AA or APP-TA APP-TA '
Gypsum-Fiber Roof Board

TABLE 5p: CEMENTITOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF) OR REROOF

SYSTEM TYPE E-2: MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) Base Fasten (Note 11) | Attach Base Ply Cap Ply (psf)
SELF-ADHERING SYSTEMS:
. Trufast Twin Loc-Nail Assembled | 6-inch o.c. at the 4-inch lap and 10-inch o.c. in two
CWF-23. | Tectum TRI-BUILT SA Nailbase Fastener (Field W/D > 80 Ibf) (2), equally spaced, staggered center rows SBS-SA SBS-SA -60.0
. Trufast Twin Loc-Nail Assembled | 7-inch o.c. at the 4-inch lap and 7-inch o.c. in two
CWF-24. | Tectum TRI-BUILT SA Nailbase Fastener (Field W/D > 69 Ibf) (2), equally spaced, staggered center rows SBS-SA SBS-SA -60.0
CONVENTIONAL SYSTEMS:
. Trufast Twin Loc-Nail Assembled | 6-inch o.c. at the 4-inch lap and 10-inch o.c. in two SBS-AA or APP-
CWF-25. | Tectum TRI-BUILT Fiberglass Base Sheet 35Q Fastener (Field W/D > 80 Ibf) (2), equally spaced, staggered center rows BP-AA TA 600
. Trufast Twin Loc-Nail Assembled | 7-inch o.c. at the 4-inch lap and 7-inch o.c. in two SBS-AA or APP-
CWF-26. Tectum TRI-BUILT Fiberglass Basegigegt 35Q Fastener (Field W/D > 77 Ibf) (2), equally spaced, staggered center rows BP-AA TA 675
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TABLE 6A: GYPSUM DECKS —REROOF (TEAR-OFF)

NEmO | etc.e

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
SR (N tDelcr':\' t : Attach - : Attach = MDP
No. ote -, Tote ac ac (psf)
12) Type RGeS Type N Base Ply Ply Cap Ply
SELF-ADHERING SYSTEMS:
Existing Min. 1.5-inch ACFoam Il, ACFoam IlI, ENRGY 3, Min. 0.25-inch SECUROCK Gypsum-Fiber (Optional)
61 gypsum deck | H-Shield or H-Shield CG M-OSFA Roof Board MR @« SBS-SA SBS-SA 1725
Existing Min. 1.5-inch ACFoam II, ENRGY 3 or Multi- Min. 0.25-inch DensDeck primed with (Optional)
G2, gypsum deck | Max FA3 M-OSFA Tropical #410 Quick Dry Qo5 SBS-SA SBS-SA SBS-SA 1925
Existing One or more layer(s), min. 1.5-inch ACFoam I, Min. 0.25-inch SECUROCK Gypsum-Fiber (Optional)
G3. gypsum deck | ACFoam IlI, H-Shield or H-Shield CG M-PG1 Roof Board R SBS-SA SBS-SA SBS-SA 1725
Existing ) ) Min. 0.25-inch DensDeck primed with (Optional)
G-4. aypsum deck Min. 1.5-inch ACFoam Il or ENRGY 3 OB500 Tropical #410 Quick Dry OB500 SBS-SA SBS-SA SBS-SA 135.0
Existing One or more layer(s), min. 1.5-inch ACFoam Il, Min. 0.25-inch SECUROCK Gypsum-Fiber (Optional)
G5 gypsum deck | ACFoam Ill, H-Shield or H-Shield CG 0B500 Roof Board 08500 SBS-SA SBS-SA SBS-SA 172:5
Existing One or more layer(s), min. 1.5-inch ACFoam I, Min. 0.25-inch SECUROCK Gypsum-Fiber (Optional)
66 | gypsum deck | ACFoam Ill, H-Shield or H-Shield CG Polyset BM Roof Board Polyset BM SBS-SA SBS-SA SBS-SA 172:5
- One or more layer(s), min. 1-inch H-Shield or . . . .
G-7. EX'S:L”ri decy | ENRGY 3, min. 1.3-inch ACFoam Ill or min. 1.5~ | Polyset CRA 'r\z/ggf g'jasr'émh SECUROCK Gypsum-Fiber Polyset CRA SBS-SA (s(;gfls(i\nal) SBS-SA -172.5
gyp inch ACFoam Il, Multi-Max FA3 or Ultra-Max
L min. 1-inch H-Shield or ENRGY 3, min. 1.3-inch . . . . .
G-8. Ex'sanng] deck | ACFoam lilor min. 1.5-inch ACFoam I, Multi- | Polyset CRA xg"i(jjiﬂghi ?:;g‘:Ck primed with Polyset CRA SBS-SA g;’;f&”a') SBS-SA 1925
EYP Max FA3 or Ultra-Max P v
HYBRID SYSTEMS:
Existing One or more layer(s), min. 1.5-inch ACFoam Il, M-OSFA, M-PG1, (Optional) Min. 0.25-inch SECUROCK M-OSFA, M-PG1, (Optional) SBS-AA or
G9. sum deck | ACFoam llI, H-Shield or H-Shield CG OBS00, Polyset Gypsum-Fiber Roof Board OBS00, Polyset SBS-SAH APP-TA APP-TA -187.5
Eyp ' BM, Polyset CRA | P BM, Polyset CRA
CONVENTIONAL SYSTEMS:
Existing . . . Min. 0.5-inch Structodek High Density (Optional) BP- | SBS-AA or
G-10. aypsum deck Min. 1.5-inch ACFoam Il, ENRGY 3 or H-Shield M-OSFA Fiberboard M-OSFA BP-AA AA or APP-TA APP-TA 127.5
Existing One or more layer(s), min. 1.5-inch ACFoam I, Min. 0.25-inch SECUROCK Gypsum-Fiber BP-AA or (Optional) BP- | SBS-AA or
G-11. gypsum deck | ACFoam Ill, H-Shield or H-Shield CG M- Roof Board M-OSFA APP-TA AA or APP-TA APP-TA 187.5
Existing . . . . . (Optional) BP- | SBS-AA or
G-12. aypsum deck Min. 1.5-inch ACFoam Il, ENRGY 3 or H-Shield M-OSFA Min. 0.25-inch DensDeck M-OSFA BP-AA AA or APP-TA APP-TA 232.5
Existing . . . Min. 0.25-inch SECUROCK Gypsum-Fiber BP-AA or (Optional) BP- | SBS-AA or
G-13. gypsum deck Min. 2-inch ACFoam II, ENRGY 3 or H-Shield M-OSFA Roof Board M-OSFA APP-TA AA or APP-TA APP-TA 202.5
G-14 Existing One or more layer(s), min. 1.5-inch ACFoam I, M-PG1 Min. 0.25-inch SECUROCK Gypsum-Fiber M-PG1 BP-AA or (Optional) BP- | SBS-AA or 1875
’ gypsum deck | ACFoam Ill, H-Shield or H-Shield CG Roof Board APP-TA AA or APP-TA APP-TA ’
Existing . . . Min. 0.5-inch Structodek High Density (Optional) BP- | SBS-AA or
G-15. aypsum deck Min. 1.5-inch ACFoam Il, ENRGY 3 or H-Shield OB500 Fiberboard OB500 BP-AA AA or APP-TA APP-TA 120.0
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TABLE 6A: GYPSUM DECKS —REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

System (No:;e)elc"(\me Base Insulation Layer — Top Insulation Layer — Roof Cover (Note 15) MDP
No. 4172')7 Type Notes 6.7 8 Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
el T e e T 0 e i e S ol el Pl
e T e R L e e i s e el el o
el e e e s e e A e
R b sl e L e e o

TABLE 68: GYPSUM DECKS — REROOF (TeEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
System Deck o Attach MDP
No. Note 1 ac ac sf
(Note 1) Type Fasten (Note 11) Attach Type Notes 6.7 8 Type Notes 67 8 Base Ply Ply CapPly | (psf)
HYBRID SYSTEMS:
. TRI-BUILT Trufast Twin Loc- | 6-inch o.c. at the 4-inch Min. 1.5-inch
Existing Fiberglass Nail Assembled lap and 10-inch o.c. in ACFoam Il SBS-SA- (Optional) SBS-AA
G-24. izium Base Sheet Fastener (Field two (2), equally spaced, | ENRGY 3 or hotasphalt | None N/A H APP-TA _(F;APP_ -60.0
3s5Q W/D > 80 Ibf) staggered center rows Multi-Max FA3
. TRI-BUILT Trufast Twin Loc- | 7-inch o.c. at the 4-inch Min. 1.5-inch
Existing Fiberglass Nail Assembled lap and 7-inch o.c. in ACFoam Il SBS-SA- (Optional) SBS-AA
G-25. ?ézium Base Sheet Fastener (Field two (2), equally spaced, | ENRGY 3 or hotasphalt | None N/A H APP-TA _(F;APP_ -60.0
3sQ W/D > 69 Ibf) staggered center rows Multi-Max FA3
CONVENTIONAL SYSTEMS:
Existing TRI-BUILT Trufast Twin Loc- | 6-inch o.c. at the 4-inch Min. 1.5-inch Min. 0.75-inch FescoBoard SBS-AA
Fiberglass Nail Assembled lap and 10-inch o.c. in ACFoam I, (homogeneous) or min. 0.5-inch (Optional)
G-26. gizium Base Sheet Fastener (Field two (2), equally spaced, | ENRGY 3 or hot asphalt Structodek High Density hotasphalt | BP-AA BP-AA _ol_;APP 60.0
35Q W/D > 80 Ibf) staggered center rows Multi-Max FA3 Fiberboard
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TABLE 68: GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
System Deck Attach Attach oot
No. Note 1 11 ac BXE sf
(Note 1) Type Fasten (Note 11) Attach Type Notes 6.7.8 Type Notes67.8) | B3 Ply Ply CapPly | (psf)
. TRI-BUILT Trufast Twin Loc- | 7-inch o.c. at the 4-inch Min. 1.5-inch Min. 0.75-inch FescoBoard
Existing Fiberglass Nail Assembled lap and 7-inch o.c. in ACFoam Il (homogeneous) or min. 0.5-inch (Optional) SBS-AA
G-27. zzzium Base Sheet | Fastener (Field two (2), equally spaced, | ENRGY 3 or hotasphalt | ¢\ todek High Density holQE I BP-AA BP-AA _OI_;APP- -60.0
35Q W/D > 69 Ibf) staggered center rows Multi-Max FA3 Fiberboard

TABLE 6¢c: GYPSUM DECKS — REROOF (TEAR-OFF)

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer(s) B Y 2 MDP (psf]
No. (Note 1) (Note 3, Note 13) Type Fasten (Note 11) Attach Base Ply Ply Cap Ply
(Note 17)
G-28 Existing (Optional) One or more layers, g{;:ﬁi:zi’:sg;ﬁ;tggzr High OMG Polymer GypTec with 3” 1 per BP-AA (Optional) BP-AA or | SBS-AA or 45.0*
’ gypsum deck | any combination, loose laid Insulat\i/on GypTec Plate (Field W/D > 180 Ibf) 2.0 ft? APP-TA APP-TA ’
6-29 Existing (Optional) One or more layers, Min. 0.25-inch DensDeck or OMG Polymer GypTec with 3” 1 per BP-AA or APP- | (Optional) BP-AAor | SBS-AA or 45.0*
’ gypsum deck | any combination, loose laid DensDeck Prime GypTec Plate (Field W/D > 160 Ibf) 1.8ft2 | TA APP-TA APP-TA ’
6-30 Existing (Optional) One or more layers, 'I:\)Ael:sﬁsl;:zg:bsc:::stggsr NER Trufast Twin Loc-Nail Assembled 1 per BP-AA (Optional) BP-AA or | SBS-AA or 45.0*
’ gypsum deck | any combination, loose laid Insulat»ilon Fastener (Field W/D > 180 Ibf) 2.0 ft? APP-TA APP-TA ’
631 Existing (Optional) One or more layers, m;:'sgézirﬁ:\eDir:s;eccg;(;CK Trufast Twin Loc-Nail Assembled 1 per BP-AA or APP- | (Optional) BP-AAor | SBS-AA or 45.0*
’ gypsum deck | any combination, loose laid . Fastener (Field W/D > 180 Ibf) 20ft2 | TA APP-TA APP-TA ’
Gypsum-Fiber Roof Board
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TABLE 60: GYPSUM DECKS — REROOF (TEAR-OFF)
SYSTEM TYPE E-2: MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) Base | Fasten (Note 11) | Attach Base Ply | Cap Ply (psf)
SELF-ADHERING SYSTEMS:
G-32. Existing TRI-BUILT SA Nailbase Tr'ufast Twin Loc-Nail Assembled Fastener | 6-inch o.c. at the 4-inch lap and 10-inch o.c. in two (2), SBS-SA SBS-SA -60.0
gypsum deck (Field W/D > 80 Ibf) equally spaced, staggered center rows
G-33. Existing TRI-BUILT SA Nailbase Tr'ufast Twin Loc-Nail Assembled Fastener | 9-inch o.c. at the 4-inch lap and 9-inch o.c. in two (2), SBS-SA SBS-SA -60.0
gypsum deck (Field W/D > 88 Ibf) equally spaced, staggered center rows
CONVENTIONAL SYSTEMS:
Existing ) Trufast Twin Loc-Nail Assembled Fastener | 6-inch o.c. at the 4-inch lap and 10-inch o.c. in two (2), SBS-AA or
G-34. gypsum deck TRI-BUILT Fiberglass Base Sheet 35Q (Field W/D > 80 Ibf) equally spaced, staggered center rows BP-AA APP-TA 600
Existing . Trufast Twin Loc-Nail Assembled Fastener | 9-inch o.c. at the 4-inch lap and 9-inch o.c. in two (2), SBS-AA or
G-35. gypsum deck TRI-BUILT Fiberglass Base Sheet 35Q (Field W/D > 100 Ibf) equally spaced, staggered center rows BP-AA APP-TA 675
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the substrate
(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

NEmO | etc.e

R Base Insulation Layer Top Insulation Layer Roof Cover (Note 15) s
ystem .
Substrate (Note 1, Note 12) Attach Attach Primer
No. (psf)*
Type S Type R Base Ply Ply Cap Ply
SELF-ADHERING SYSTEMS:
- e (Optional) Min. 1.5-inch Tropical )
R-1 E?;Z:;‘fnf:‘ngbcc;r\'l‘i‘:d BUR or modified ACFoam Il ENRGY 3, H- | hot asphalt Min. 0.25-inch DensDeck hot asphalt | #410 SBS-SA g;’;f&”a') SBS-SA | -105.0
Shield or Multi-Max FA3 Quick Dry
_— e (Optional) Min. 1.5-inch . . .
R-p | Existing fully bonded BUR or modified ACFoam II, ENRGY 3, H- | hot asphalt Min. 0.25 %@ SECUROCR hotasphalt | None ses-sa | (Optional) qpc on 1 1050
bitumen roof cover . . Gypsum-Fiber Roof Board SBS-SA
Shield or Multi-Max FA3
Existing fully-bonded smooth- or granule- . . . . . Tropical .
i . (Optional) Min. 1.5-inch | M-OSFA or M- | Min. 0.5-inch ACFoam-HD M-OSFA or (Optional)
R3 | surface asphalt BUR or 385 modified bitumen -\ s ccoym i or .shield | o1 Coverboard or H-Shield HD M-PG1 #410 SBSSA | ss-sa SBSSA | 973
or granule-surface APP modified bitumen Quick Dry
Existing fully-bonded smooth- or granule- . . . . . . .
o . (Optional) Min. 1.5-inch | M-OSFA or M- | Min. 2-inch H-Shield HD M-OSFA or (Optional)
R-4 | surface asphalt BUR or SBS modified bitumen | ) oe oy oF psield | P61 Composite CG M-PG1 None SBSSA T Sps-sa SBSSA | 1425
or granule-surface APP modified bitumen
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch . . .
R5 | surface asphalt BUR or SBS modified bitumen | ACFoam II, ENRGY 3or | M-OSFAOrM- | Min. 0.25-inch SECUROCK M-OSFAOr | \one sps-sa | Optonal) lcpc cn | L1725
. . A PG1 Gypsum-Fiber Roof Board M-PG1 SBS-SA
or granule-surface APP modified bitumen H-Shield
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch Tropical .
R-6 surface asphalt BUR or SBS modified bitumen | ACFoam Il, ENRGY 3 or 'F\)A(;?SFA orM Min. 0.25-inch DensDeck m:gé?\ or #410 SBS-SA (S(;gflsoAnaI) SBS-SA -192.5
or granule-surface APP modified bitumen Multi-Max FA3 Quick Dry
Existing fully-bonded smooth- or granule- . . . M-OSFA or M- . . M-OSFA or Tropical .
R-7 | surface asphalt BUR or SBS modified bitumen | \OPtonall Min. 1.5-inch | o) “o5 Min. 0.5-inch ACFoam-HD M-PG1, 6- #410 sps-sa | (Optional) - cpccn | 3150
- . ACFoam Il or H-Shield Coverboard or H-Shield HD ) . SBS-SA
or granule-surface APP modified bitumen o.c. inch o.c. Quick Dry
Existing fully-bonded smooth- or granule- . . . M-OSFA or M- . . . M-OSFA or .
R-8 | surface asphalt BUR or SBS modified bitumen | (OPtonallMin.1.5-inch oo 5oy, Min. 2-inch H-Shield HD M-PG1, 6- None sps-sa | (Optional) gac on 1 3150
. . ACFoam Il or H-Shield Composite CG . SBS-SA
or granule-surface APP modified bitumen o.c. inch o.c.
Existing fully-bonded smooth- or granule- . . . M-OSFA or M- . . M-OSFA or Tropical .
R-9 | surface asphalt BUR or SBS modified bitumen | \OPtional) Min. 1.5-inch o) "5 Min. 0.25-inch SECUROCK M-PG1, 6- #410 sps-sa | (Optional) qac on | 3150
. . ACFoam Il or H-Shield Gypsum-Fiber Roof Board . . SBS-SA
or granule-surface APP modified bitumen o.c. inch o.c. Quick Dry
Existing fully-bonded smooth- or granule- . . . Tropical .
R-10 | surface asphalt BUR or SBS modified bitumen | (OPtonallMin. 1.5-inch | M-PG1-EF- Min. 0.5-inch H-Shield HD M-PGLEF- | 410 sgs-sa | (Optonal) i cpcch | a7
. \ ACFoam Il or H-Shield ECO ECO ) SBS-SA
or granule-surface APP modified bitumen Quick Dry
Existing fully-bonded smooth- or granule- . . . . . . .
R-11 | surface asphalt BUR or SBS modified bitumen (Qaligp”) Min. 1'5.’ inch | M-PG1-EF Min. 2 |r.1ch H-Shield HD M-PG1-EF None SBS-SA (Optional) SBS-SA -142.5
. . ACFoam Il or H-Shield ECO Composite CG ECO SBS-SA
or granule-surface APP modified bitumen
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmO | etc.e

(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the substrate

R Base Insulation Layer Top Insulation Layer Roof Cover (Note 15) s
ystem .
Substrate (Note 1, Note 12) Attach Attach Primer
No. (psf)*
Type S Type R Base Ply Ply Cap Ply
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch . . .
R-12 | surface asphalt BUR or SBS modified bitumen | ACFoam II, ENRGY 3 or 2"c gGl F g/""'sgf’ﬁ'sz:‘ssgf;icrg E’égel B | None SBS-SA g;’;f&”a') SBS-SA | -172.5
or granule-surface APP modified bitumen H-Shield s
Existing fully bonded BUR or modified (Optional) Min. 1.5-inch Tropical (Optional)
R-13 . g tully P . 0B500 Min. 0.25-inch DensDeck 0B500 #410 SBS-SA P SBS-SA -120.0
bitumen roof cover ACFoam Il or ENRGY 3 . SBS-SA
Quick Dry
Existing fully bonded BUR or modified (Optional) Min. 1.5-inch Min. 0.25-inch SECUROCK (Optional)
R-14 bitumen roof cover ACFoam Il or ENRGY 3 0B500 Gypsum-Fiber Roof Board 0B500 None SBS-SA SBS-SA SBS-SA 120.0
Existing fully-bonded smooth- or granule- . . . . . .
(Optional) Min. 1.5-inch Min. 0.25-inch SECUROCK (Optional)
R-15 surfa.c.e asp.halt BUR or granule-surface ACFoam Il or H-Shield Polyset BM Gypsum-Fiber Roof Board Polyset BM None SBS-SA SBS-SA SBS-SA 172.5
modified bitumen
Existing fully-bonded smooth- or granule- . . . Tropical .
R-16 | surface asphalt BUR or granule-surface (Optional) Min. 1'5, inch Polyset BM Min. 0.25-inch DensDeck Polyset BM #410 SBS-SA (Optional) SBS-SA -192.5
. . ACFoam Il or H-Shield . SBS-SA
modified bitumen Quick Dry
Existing fully-bonded smooth- or granule- . . . . . .
R-17 | surface asphalt BUR or SBS modified bitumen (Optional) Min. l'E.’-InCh Polyset CRA RG2S '|nch SECUROCK Polyset CRA None SBS-SA (Optional) SBS-SA -172.5
e . ACFoam Il or H-Shield Gypsum-Fiber Roof Board SBS-SA
or granule-surface APP modified bitumen
Existing fully-bonded smooth- or granule- . . . Tropical .
R-18 | surface asphalt BUR or SBS modified bitumen (Optional) Min. 1'5,_mCh Polyset CRA Min. 0.25-inch DensDeck Polyset CRA #410 SBS-SA (Optional) SBS-SA -192.5
. . ACFoam Il or H-Shield . SBS-SA
or granule-surface APP modified bitumen Quick Dry
HYBRID SYSTEMS:
- e (Optional) Min. 1.5-inch . . ) SBS-AA
R-19 E)i(tltsjtr::egnf:g;lfbcc;r\]/i(:d BUR or modified ACFoam II, ENRGY 3, H- hot asphalt g/lmst?nii:gz? :sgg;i‘fg hot asphalt None IS_IBS SA (A%’;t_l_?:al) or APP- -105.0
Shield or Multi-Max FA3 vP A
R-20 _E;(lrsfg:eg:sIIz:;:;Sl:{dosrmsggt;;z:figgznbl;'li%en (Optional) Min. 1.5-inch | M-OSFA or M- | Min. 0.5-inch ACFoam-HD M-OSFA or None SBS-SA- (Optional) Z?SA_PA?- 975
P e . ACFoam Il or H-Shield PG1 CoverBoard or H-Shield HD M-PG1 H APP-TA ’
or granule-surface APP modified bitumen TA
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch | M-OSFA or M- | Min. 2-inch H-Shield HD M-OSFA or SBS-SA- | (Optional) | SBSAA
R-21 | surface asphalt BUR or SBS modified bitumen X X None or APP- -142.5
e . ACFoam Il or H-Shield PG1 Composite CG M-PG1 H APP-TA
or granule-surface APP modified bitumen TA
Existing fully-bonded smooth- or granule- . . . . . . SBS-AA
R-22 | surface asphalt BUR or SBS modified bitumen (Optional) Min. l.s—lnch M-OSFA or M- (Optlc'JnaI) A.ddltlonal layer(s) M-OSFA or None SBS-SA- (Optional) or APP- 2100
. . ACFoam Il or H-Shield PG1 base insulation M-PG1 H APP-TA
or granule-surface APP modified bitumen TA
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the substrate

(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

R Base Insulation Layer Top Insulation Layer Roof Cover (Note 15) s
ystem .
Substrate (Note 1, Note 12) Attach Attach Primer
No. (psf)*
Type S Type R Base Ply Ply Cap Ply
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch | M-OSFA or M- | Min. 0.25-inch SECUROCK M-OSFA or SBS-SA- | (Optional) | SBSAA
R-23 | surface asphalt BUR or SBS modified bitumen X . None or APP- -210.0
. . ACFoam Il or H-Shield PG1 Gypsum-Fiber Roof Board M-PG1 H APP-TA
or granule-surface APP modified bitumen TA
Min. 0.25-inch DensDeck Prime
Existing fully-bonded smooth- or granule- . . r M-OSFA or M- | or SECUROCK Gypsum-Fiber M-OSFA or ca. . SBS-AA
R-24 | surface asphalt BUR or SBS modified bitumen (A%F;tcl)znmallz cl\y/lrlrl-]l'-;l:':ellz(:h PG1, 6-inch Roof Board or min. 0.5-inch M-PG1, 6- None IS_IBS SA '&%’;t_l_:_):al) or APP- -315.0
or granule-surface APP modified bitumen o.c. ACFoam-HD CoverBoard or H- inch o.c. TA
Shield HD
Existing fully-bonded smooth- or granule- . . . M-OSFA or M- . . . M-OSFA or . SBS-AA
R-25 | surface asphalt BUR or SBS modified bitumen (Optional) Min. 1'5,_mCh PG1, 6-inch Min. 2—|r.1ch H-Shield i M-PG1, 6- None SBS-SA- (Optional) or APP- -315.0
. . ACFoam Il or H-Shield Composite CG ) H APP-TA
or granule-surface APP modified bitumen o.c. inch o.c. TA
Existing fully-bonded smooth- or granule- . . . . SBS-AA
R-26 | surface asphalt BUR or SBS modified bitumen (Optional) Min. 1'5.’ inch | MEPR{ Min. 0.5-inch H-Shield HD M-PG1-EF None SBS-SA (Optional) or APP- -97.5
. . ACFoam Il or H-Shield ECO ECO H APP-TA
or granule-surface APP modified bitumen TA
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch | M-PG1-EF- Min. 2-inch H-Shield HD M-PG1-EF- SBS-SA- | (Optional) | SBSAA
R-27 | surface asphalt BUR or SBS modified bitumen v . None or APP- -142.5
. . ACFoam Il or H-Shield ECO Composite CG ECO H APP-TA
or granule-surface APP modified bitumen TA
Existing fully-bonded smooth- or granule- . . . . . . SBS-AA
R-28 | surface asphalt BUR or SBS modified bitumen (Optional) Min. 1'5.’ inch | M-PG1-EF (Optu.)nal) A.ddltlonal layer(s) M-PG1-EF None SBS-SA (Optional) or APP- 2100
e . ACFoam Il or H-Shield ECO base insulation ECO H APP-TA
or granule-surface APP modified bitumen TA
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch | M-PG1-EF- Min. 0.25-inch SECUROCK M-PG1-EF- SBS-SA- | (Optional) | SBSAA
R-29 | surface asphalt BUR or SBS modified bitumen . X None or APP- -210.0
. . ACFoam Il or H-Shield ECO Gypsum-Fiber Roof Board ECO H APP-TA
or granule-surface APP modified bitumen TA
Existing fully bonded, smooth- or granule- (Optional) Min. 1.5-inch Min. 0.25-inch SECUROCK SBS-SA- (Optional) SBS-AA
R-30 surface BUR or modified bitumen ACFoam Il or ENRGY 3 RB500 Gypsum-Fiber Roof Board 0B500 None H APP-TA _OI_;APP_ -1200
Existing fully-bonded smooth- or granule- . . . . . . SBS-AA
R-31 | surface asphalt BUR or granule-surface (Optional) Min. 1.5'—|nch Polyset BM (Optu'anal) A.dd|t|ona| layer(s) Polyset BM None SBS-SA- (Optional) or APP- -195.0
. . ACFoam Il or H-Shield base insulation H APP-TA
modified bitumen TA
Existing fully-bonded smooth- or granule- (Optional0 Min. 1.5- . . . SBS-AA
R-32 | surface asphalt BUR or granule-surface inch ACFoam Il or H- Polyset BM Min. 0.25 '|nch SECUROCK Polyset BM None SBS-SA (Optional) or APP- -195.0
e . . Gypsum-Fiber Roof Board H APP-TA
modified bitumen Shield TA
Existing fully-bonded smooth- or granule- . . . . . SBS-AA
R-33 | surface asphalt BUR or SBS modified bitumen Min. 1.5'—|nch ACFoam Il Polyset CRA (Optu'anal) A.dd|t|ona| layer(s) Polyset CRA None SBS-SA- (Optional) or APP- -222.5
. . or H-Shield base insulation H APP-TA
or granule-surface APP modified bitumen TA
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the substrate
(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

NEmO | etc.e

R Base Insulation Layer Top Insulation Layer Roof Cover (Note 15) s
ystem .
Substrate (Note 1, Note 12) Attach Attach Primer
No. (psf)*
Type S Type R Base Ply Ply Cap Ply
Existing fully-bonded smooth- or granule- . . . . . . SBS-AA
R-34 | surface asphalt BUR or SBS modified bitumen (Optional) Min. 1'5.’ inch Polyset CRA Min. 0.25 '|nch SECUQRL Polyset CRA None SBS-SA (Optional) or APP- -217.5
- . ACFoam Il or H-Shield Gypsum-Fiber Roof Board H APP-TA
or granule-surface APP modified bitumen TA
CONVENTIONAL SYSTEMS:
Min. 0.5-inch Structodek High
- . (Optional) Min. 1.5-inch Density Fiberboard, Min. 0.75- (Optional) SBS-AA
R-35 E’i‘t'ztr:’fnﬂr’gg'fb;':ifd BUR or modified ACFoam Il ENRGY 3, H- | hot asphalt inch FescoBoard hotasphalt | None BP-AA BP-AA or or APP- | -105.0
Shield or Multi-Max FA3 (homogeneous) or Min. 0.5-inch APP-TA TA
DuraBoard (homogeneous)
- . (Optional) Min. 1.5-inch 0.25-inch DensDeck, DensDeck (Optional) SBS-AA
R-36 E’i‘t'ztr:’fnﬂr’gg'fb;':ifd BUR or modified ACFoam Il ENRGY 3, H- | hot asphalt Prime or SECUROCK Gypsum- hotasphalt | None 2';?’::r BP-AA or or APP- | -105.0
Shield or Multi-Max FA3 Fiber Roof Board APP-TA TA
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch . . . (Optional) SBS-AA
R-37 | surface asphalt BUR or SBS modified bitumen ACFoam Il, ENRGY 3 or PMé?SFA orhg g;:;ﬁ'i;gzts;::;to“k High m_géiA or None BP-AA BP-AA or or APP- -165.0
or granule-surface APP modified bitumen H-Shield ¥ APP-TA TA
Existing fully-bonded smooth- or 'grangle— (Optional) Min. 1.5-inch M-OSEA or M- . . M-OSEA or (Optional) SBS-AA
R-38 | surface asphalt BUR or SBS modified bitumen | ACFoam Il, ENRGY 3 or PG1 Min. 0.25-inch DensDeck M-PG1 None BP-AA BP-AA or or APP- -210.0
or granule-surface APP modified bitumen H-Shield APP-TA TA
Existing fully-bonded smooth- or granule- . . . .
R-39 | surface asphalt BUR or SBS modified bitumen (Optigggiplin- 1'5.’ inch | M-OSFA or M Min. 0.25-inch DensDeck Prime M-OSFA or None BP-AA (Optional) SBS-AA -210.0
. . ACFoam Il or H-Shield PG1 M-PG1 BP-AA
or granule-surface APP modified bitumen
Existing fully-bonded smooth- or 'grangle— (Optional) Min. 2-inch M-OSEA or M- | Min. 0.25-inch SECUROCK M-OSEA or BP-AA or (Optional) SBS-AA
R-40 | surface asphalt BUR or SBS modified bitumen | ACFoam Il, ENRGY 3 or PG1 Gvosum-Fiber Roof Board M-PG1 None APP-TA BP-AA or or APP- -210.0
or granule-surface APP modified bitumen H-Shield P APP-TA TA
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch M-OSFA or M- | Min. 0.25-inch DensDeck Prime M-OSFA or (Optional)
R-41 | surface asphalt BUR or SBS modified bitumen P C PG1, 6-inch or SECUROCK Gypsum-Fiber M-PG1, 6- None APP-TA P APP-TA -315.0
- . ACFoam Il or H-Shield . APP-TA
or granule-surface APP modified bitumen o.c. Roof Board inch o.c.
Existing fully-bonded smooth- or granule- . . . .
R-42 | surface asphalt BUR or SBS modified bitumen (Optional) Min. 1'? pch | M-PGI-EF Min. 0.25-inch DensDeck Prime M-PG1-EF None BP-AA (Optional) SBS-AA -210.0
. . ACFoam Il or H-Shield ECO ECO BP-AA
or granule-surface APP modified bitumen
Existing fully-bonded smooth- or .gramfle— (Optional) Min. 2-inch M-PG1-EF- Min. 0.25-inch SECUROCK M-PG1-EF- BP-AA or (Optional) SBS-AA
R-43 | surface asphalt BUR or SBS modified bitumen ACFoam Il, ENRGY 3 or ECO Gvosum-Fiber Roof Board ECO None APP-TA BP-AA or or APP- -210.0
or granule-surface APP modified bitumen H-Shield P APP-TA TA
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

AThe reported MDP documents the allowable maximum design pressure of the new insulation and roof cover when installed atop the substrate, irrespective of the deck type (See Note 1) or performance of the substrate
(See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

NEmO | etc.e

R Base Insulation Layer Top Insulation Layer Roof Cover (Note 15) s
ystem .
Substrate (Note 1, Note 12) Attach Attach Primer
No. (psf)*
Type S Type R Base Ply Ply Cap Ply
- . (Optional) Min. 1.5-inch . . . (Optional) SBS-AA
R-44 E’i‘t'z::fnﬂr’ngbc%r\'l‘i‘:d BUR or modified ACFoam I, ENRGY 3or | OB500 :;/2:53 'SFliEg:s;;:;tOdek High | ogsoo None BP-AA | BP-AAor | orAPP- | -120.0
H-Shield v APP-TA A
- . (Optional) Min. 1.5-inch Min. 0.25-inch DensDeck, (Optional) SBS-AA
R-45 Eﬂiﬂ:’fnf:g;'fbc%z‘i‘:d BUR or modified ACFoam Il ENRGY 3or | OB500 DensDeck Prime or SECUROCK | OB500 None i';‘:?: " | BP-AAOF or APP- | -120.0
H-Shield Gypsum-Fiber Roof Board APP-TA TA
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch ' . (Optional) SBS-AA
R-46 | surface asphalt BUR or granule-surface X Polyset BM Min. 0.25-inch DensDeck Polyset BM None BP-AA BP-AA or or APP- -195.0
. ; ACFoam Il or H-Shield
modified bitumen APP-TA TA
Existing fully-bonded smooth- or granule- . ) ) . . (Optional) SBS-AA
R-47 | surface asphalt BUR or granule-surface (Optional) Min. 1'§_mCh Polyset BM Min. 0.25—.|nch SECUROCK Polyset BM None BP-AA or BP-AA or or APP- -195.0
e . ACFoam Il or H-Shield Gypsum-Fiber Roof Board APP-TA
modified bitumen APP-TA TA
Existing fully-bonded smooth- or granule- . . . . . (Optional) SBS-AA
R-48 | surface asphalt BUR or SBS modified bitumen m':'_;?ellzm ACFoam Il Polyset CRA g;:;g'i;zzts;::;tc’dek High Polyset CRA None BP-AA BP-AA or or APP- -180.0
or granule-surface APP modified bitumen ¥ APP-TA TA
Existing fully-bonded smooth- or granule- (Optional) Min. 1.5-inch (Optional) SBS-AA
R-49 | surface asphalt BUR or SBS modified bitumen ACFI):oam Il or H.—S}.ﬁeld Polyset CRA Min. 0.25-inch DensDeck Polyset CRA None BP-AA BP-AA or or APP- -222.5
or granule-surface APP modified bitumen APP-TA TA
Existing fully-bonded smooth- or granule- . . . . . (Optional) SBS-AA
R-50 | surface asphalt BUR or SBS modified bitumen (A%Flit(;:rr:‘ll)l c’\:lrlr;'_;lr']?ellz(:h Polyset CRA Zlmst?nii:gzr :sgg;ifg Polyset CRA None ig:_?:r BP-AA or or APP- -222.5
or granule-surface APP modified bitumen P APP-TA TA
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