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ENGINEER TEST CONSULT

P.E. EVALUATION REPORT (PEER)

GAF PEER-GAF-007.A.R50
1 Campus Drive FL5680-R50 (NON-HVHZ)
Parsippany, NJ 07054 Date of Issuance: 11/07/2005
(800) 766-3411 Revision 50: 04/09/2026
SCOPE:

This P.E. Evaluation Report (henceforth ‘PEER’) is issued under F.A.C. Rule 61G20-3 and the applicable rules and regulations governing the
use of construction materials in the State of Florida, and the Third-Party Evaluation Report acceptance by the Texas Department of
Insurance. The documentation submitted has been reviewed by Robert Nieminen, P.E. for compliance with the 8t Edition (2023) Florida
Building Code and 2018 International Building Code sections noted herein.

DEscrIPTION: Ruberoid® Modified Bitumen Roof Systems (NON-HVHZ)

LABELING: Labeling shall be in accordance with the requirements of the Accredited Quality Assurance Agency noted herein.

CoNnTINUED ComPLIANCE: This PEER is valid until such time as the named product(s) changes, the referenced Quality Assurance or production
facility location(s) changes, or Code provisions that relate to the product(s) change. Acceptance of our PEERs by the named client constitutes
agreement to notify NEMO ETC, LLC of any changes to the product(s), the Quality Assurance or the production facility location(s). NEMO
ETC, LLC requires a complete review of its PEER relative to updated Code requirements with each Code Cycle. Reference is made to the
Nemo | etc. Directory of P.E. Evaluations to ascertain the status and/or current version of this PEER. If the PEER is not listed at the Nemo
Directory, then it is no longer valid.

ADVERTISEMENT: “NEmMo P.E. Evaluated” may be displayed in advertising literature. If any portion of the PEER is displayed, then it shall be in
its entirety.

InsPECTION: Upon request, a copy of this entire PEER shall be provided to the user by the manufacturer or its distributors and shall be available
for inspection at the job site at the request of the Building Official.

This PEER consists of pages 1 through 7, plus 111-pages of Appendix. I L
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CERTIFICATION OF INDEPENDENCE:

1. NEMO ETC, LLC does not have, nor does it intend to acquire or will it acquire, a financial interest in any company manufacturing or distributing
products it evaluates.

2. NEMO ETC, LLC is not owned, operated or controlled by any company manufacturing or distributing products it evaluates.

3. Robert Nieminen, P.E. does not have nor will acquire, a financial interest in any company manufacturing or distributing products for which the
PEERs are being issued.

4. Robert Nieminen, P.E. does not have, nor will acquire, a financial interest in any other entity involved in the approval process of the product.

5. Robert Nieminen, P.E. is also Registered in the State of Texas; PE-96420.

6. Thisis a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer of Record for any project on
which this PEER, or previous versions thereof, is/was used for permitting or design guidance unless retained specifically for that purpose.

©2019 NEMO ETC, LLC
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https://www.nemoetc.com/
https://www.gaf.com/en-us
https://www.flrules.org/gateway/ChapterHome.asp?Chapter=61G20-3
https://tdi.texas.gov/wind/prod/third-party-evaluation-reports.html
https://services.nemoetc.com/nemoevaluationdirectory
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ROOFING SYSTEMS EVALUATION:

1. SCOPE:

Product Category:
Sub-Category: Modified Bitumen Roof Systems

Product Approval Method: Method 1, Option D — Codified Material, Evaluation by Engineer

Compliance Statement: Ruberoid® Modified Bitumen Roof Systems, as produced by GAF, have demonstrated
compliance with the following sections of the Codes listed below through testing in accordance with the following
Standards. Compliance is subject to the Installation Requirements and Limitations of Use set forth herein.

Roofing

2. STANDARDS:

M SECTION PROPERTY STANDARD
2023 Florida Building  1504.3.1 Wind resistance FM 4474
Code 1515.1.1 Wind resistance TAS 114, Appendix C, D orJ
1504.7 Impact resistance FM 4470, Section 4.6
1507.10.2 Material standards ASTM D2178, D4601, D4897
1507.11.2 Material standards ASTM D6163, D6164, D6222, D6298
2018 International 1504.3.1 Wind resistance FM 4474
Building Code 1504.7 Impact resistance FM 4470, Section 4.6
1507.10.2 Material standards ASTM D2178, D4897
1507.10.2, 1507.11.2.1 Material standard ASTM D4601
1507.11.2 Material standards ASTM D6163, D6164, D6222, D6298

3. REFERENCES:

ENTITY EXAMINATION REFERENCE DATE ENTITY EXAMINATION REFERENCE DATE

ERD (TST6049) ASTM D4601 (GA) GAF-SC13285.02.17-2 02/08/17 | FM (TST1867) FM 4470/4474 3046280 08/22/12
ERD (TST6049) ASTM D6164 (GA) GAF-5C13285.03.17-5 03/23/17 | FM (TST1867) FM 4470/4474 3046388 09/24/12
ERD (TST6049) ASTM D6164 (GA) GAF-SC13105.03.17-R1 03/23/17 | FM (TST1867) FM 4470/4474 3041769 09/27/12
ERD (TST6049) ASTM D4601 (IN) GAF-SC16440.12.17 12/31/17 | FM(TST1867) FM 4470/4474 3046403 09/28/12
NEMO (TST6049)  ASTM D6163 (GA) 45-GAF-18-001.11.18 11/06/18 | FM (TST1867) FM 4470/4474 3046054 12/21/12
NEMO (TST6049)  ASTM D2178 (GA) 45-GAF-18-001.01.19-1 01/02/19 | FM (TST1867) FM 4470/4474 3046081 02/13/13
NEMO (TST6049)  ASTM D6222 (IN) 45-GAF-18-001.03.19.A 03/13/19 | FM (TST1867) FM 4470/4474 797-08150-267 03/07/13
NEMO (TST6049)  ASTM D6163 (AR) 49-GAF-19-SSMBB-02A 04/08/19 | FM (TST1867) FM 4470/4474 797-08216-267 04/11/13
NEMO (TST6049)  ASTM D6164 (AR) 4q-GAF-19-SSMBB-01A 04/08/19 | FM (TST1867) FM 4470/4474 3048122 04/29/13
NEMO (TST6049)  ASTM D4897 (AL) 49-GAF-21-SSMBB-01.B 09/07/21 | FM (TST1867) FM 4470/4474 3047104 05/10/13
NEMO (TST6049)  ASTM D4601 (AL) 4q-GAF-22-SSMBB-03.A 04/18/23 | FM (TST1867) FM 4470/4474 797-08263-267 05/23/13
NEMO (TST6049)  ASTM D2178 (AL) 49-GAF-22-SSMBB-03.B 04/18/23 | FM (TST1867) FM 4470/4474 797-08264-267 05/23/13
NEMO (TST6049)  ASTM D6164 (GA) 49-GAF-22-SSMBB-01.A 04/22/23 | FM (TST1867) FM 4470/4474 3047237 07/15/13
NEMO (TST6049)  ASTM D4897 (CA-F)  49-GAF-23-SSMBB-01.A 12/04/23 | FM (TST1867) FM 4470/4474 3047636 08/08/13
NEMO (TST6049) Physical Properties  4j-GAF-SSUDL-004.A 11/19/24 | FM (TST1867) FM 4470/4474 797-08670-267 09/16/13
NEMO (TST6049)  ASTM D6164 (GA) 49-GAF-SSMBB-001.A 12/05/24 | FM (TST1867) FM 4470/4474 797-08873-267 11/26/13
NEMO (TST6049)  ASTM D6164 (GA) 4q-GAF-SSMBB-002.A 12/05/24 | FM (TST1867) FM 4470/4474 3048871 12/11/13
NEMO (TST6049)  ASTM D6222 (ITA) 49-GAF-SSMBB-003.A 01/06/25 | FM (TST1867) FM 4470/4474 3048066 12/13/13
NEMO (TST6049)  ASTM D6164 (GA) 4q-GAF-SSMBB-004.A 02/05/25 | FM (TST1867) FM 4470/4474 797-09016-267 12/17/13
NEMO (TST6049)  ASTM D6164 (GA) 4q-GAF-SSMBB-004.B 06/19/25 | FM (TST1867) FM 4470/4474 3048496 12/19/13
PRI (TSTS878) ASTM D2178 (AL) MSA-039-02-02 09/27/17 | FM (TST1867) FM 4470/4474 3049601 01/29/14
PRI (TST5878) ASTM D2178 (AL) MSA-039-02-01 09/27/17 | FM (TST1867) FM 4470 3051408 08/13/14
PRI (TST5878) ASTM D6164 (CA-S)  376T0140 08/18/21 | FM (TST1867) FM 4470/4474 797-09984-267 10/28/14
PRI (TSTS878) ASTM D6222 (CA-S)  376T0143 08/23/21 | FM (TST1867) FM 4470/4474 797-09987-267 10/28/14
PRI (TST5878) ASTM D6222 (CA-S)  376T0144 08/26/21 | FM (TST1867) FM 4470/4474 797-10017-267 11/06/14
PRI (TST5878) ASTM D4897 (GA) 37670227 12/20/21 | FM (TST1867) FM 4470 3055411 04/14/15
PRI (TST5878) ASTM D4897 (GA) 37670228 12/20/21 | FM (TST1867) FM 4470/4474 RR202724 10/02/15
PRI (TST5878) ASTM D4601 (GA) 37670229 12/20/21 | FM (TST1867) FM 4470/4474 RR205568 06/15/16
PRI (TST5878) ASTM D4601 (GA) 37670240 12/21/21 | FM (TST1867) FM 4470/4474 RR205474 08/31/16
PRI (TST5878) ASTM D6164 (CA-S)  376T0221 01/17/22 | FM (TST1867) FM 4470 / 4474 3058483 12/09/16
PRI (TST5878) ASTM D6222 (CA-S)  376T0222 01/26/22 | FM (TST1867) FM 4470 / 4474 RR208244 02/02/17
PRI (TST5878) ASTM D6163 (CA-S)  376T0141 01/31/22 | FM (TST1867) FM 4470 / 4474 RR208306 02/02/17
PRI (TST5878) ASTM D2178 (CA-F)  376T0275 02/03/22 | FM (TST1867) FM 4470 / 4474 RR208456 02/13/17
PRI (TST5878) ASTM D4601 (CA-F)  376T0276 03/08/22 | FM (TST1867) FM 4470 / 4474 3062588 (PLA) 08/01/17
PRI (TST5878) ASTM D6164 (CA-S)  376T0220 05/04/22 | FM (TST1867) FM 4470 / 4474 Letter 02/13/18
PRI (TST5878) ASTM D6222 (GA) 37670274 06/01/22 | FM (TST1867) FM 4470 / 4474 3061784 07/25/18
PRI (TST5878) ASTM D6163 (AR) 82470047 06/09/22 | FM (TST1867) FM 4470 / 4474 3055904 10/25/18
PRI (TST5878) ASTM D6163 (AR) 82470047 06/09/22 | FM (TST1867) FM 4470 / 4474 RR215191-267 11/07/18
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ENTITY EXAMINATION REFERENCE DATE ENTITY EXAMINATION REFERENCE DATE
PRI (TST5878) ASTM D6163 (AR) 82470046 06/30/22 FM (TST1867) FM 4470 / 4474 PR450261 10/22/19
PRI (TST5878) ASTM D6163 (AR) 82470047 06/30/22 FM (TST1867) FM 4470 / 4474 PR453353 01/31/20
PRI (TST5878) ASTM D6222 (GA) 37670241 07/14/22 FM (TST1867) FM 4470 PR452971 02/19/20
PRI (TST5878) ASTM D6222 (GA) 37670273 08/29/22 FM (TST1867) FM 4474 PR455417 12/23/20
PRI (TST5878) ASTM D6222 (GA) 37670230 08/29/22 FM (TST1867) FM 4474 PR458073 04/08/21
PRI (TST5878) ASTM D6298 (AR) 82470098 03/21/23 FM (TST1867) FM 4474 PR457312 04/20/21
PRI (TST5878) ASTM D6164 (GA) 376T0482 02/26/24 | FM (TST1867) FM 4470 RR227768 04/09/21
PRI (TST5878) ASTM D6164 (GA) 37670483 02/26/24 | FM (TST1867) FM 4470 PR459831 04/21/21
PRI (TST5878) ASTM D6164 (GA) 37670484 02/26/24 | FM (TST1867) FM 4474 PR456101 06/24/21
PRI (TST5878) ASTM D6164 (GA) 376T0486 02/26/24 | FM (TST1867) FM 4474 PR460889 08/01/22
PRI (TST5878) ASTM D6163 (GA) 376T0480 02/29/24 | FM (TST1867) FM 4474 PR460126 09/20/22
PRI (TST5878) ASTM D6163 (GA) 376T0481 02/29/24 | FM (TST1867) FM 4474 PR464081 02/20/23
PRI (TST5878) ASTM D6163 (AR) 82470155 04/18/24 | FM (TST1867) FM 4474 RR237726 08/23/23
ACRC (TST4671) TAS 114 ACRC 06-041 11/10/06 | FM (TST1867) FM 4474 RR237973 09/13/23
ACRC (TST4671) TAS 114 ACRC 06-042 11/14/06 | FM (TST1867) FM 4474 RR240599 03/15/24
ACRC (TST4671) TAS 114 ACRC 06-043 11/16/06 | FM (TST1867) FM 4474 RR240748 05/02/24
ACRC (TST4671) TAS 114 ACRC 006-044 11/16/06 | FM (TST1867) FM 4474 RR241361 05/07/24
ACRC (TST4671) TAS 114 ACRC 06-048 12/21/06 | FM (TST1867) FM 4474 RR241387 05/10/24
ACRC (TST4671) TAS 114 ACRC 06-049 12/22/06 | FM (TST1867) FM 4474 RR241014 05/13/24
ACRC (TST4671) TAS 114 ACRC 06-050 12/28/06 | FM (TST1867) FM 4474 RR242812 09/06/24
ACRC (TST4671) TAS 114 ACRC 07-006 01/17/07 FM (TST1867) FM 4474 PR468153 11/04/24
ACRC (TST4671) TAS 114 ACRC 07-018 04/20/07 | FM (TST1867) FM 4470 RR245882 04/23/25
ACRC (TST4671) TAS 114 ACRC 07-028 05/08/07 FM (TST1867) FM 4470 PR469015 05/13/25
ACRC (TST4671) TAS 114 ACRC 07-030 05/09/07 | FM (TST1867) FM 4470 RR246162 05/14/25
ACRC (TST4671) TAS 114 ACRC 07-032 05/10/07 | FM (TST1867) FM 4470 PR469209 06/03/25
ACRC (TST4671) TAS 114 ACRC 07-033 05/10/07 F-TEC (TST7393) TAS 114 08-050187 04/28/08
ACRC (TST4671) TAS 114 ACRC 07-041 08/31/07 | F-TEC (TST7393) TAS 114 08-050188 04/28/08
ACRC (TST4671) TAS 114 ACRC 07-044 09/05/07 F-TEC (TST7393) TAS 114 08-070077 07/25/08
ACRC (TST4671) TAS 114 ACRC 07-047 09/07/07 | F-TEC (TST7393) TAS 114 08-070084 07/25/08
ACRC (TST4671) TAS 114 ACRC 07-081 01/10/08 | F-TEC (TST7393) TAS 114 08-050186 10/14/08
ACRC (TST4671) TAS 114 ACRC 07-082 01/11/08 | F-TEC(TST7393) TAS 114 08-070126 10/14/08
ACRC (TST4671) TAS 114 ACRC 08-024 04/18/08 | F-TEC (TST7393) TAS 114 08-070122 10/14/08
ACRC (TST4671) TAS 114 ACRC 08-034 05/19/08 | F-TEC(TST7393) TAS 114 08-070127 10/14/08
ACRC (TST4671) TAS 114 ACRC 08-044 07/01/08 | F-TEC (TST7393) TAS 114 08-080077 11/17/08
ACRC (TST4671) TAS 114 ACRC 11-043 08/08/11 F-TEC (TST7393) TAS 114 08-050181R 04/01/09
ACRC (TST4671) TAS 114 ACRC 11-046 08/09/11 | GAF Traceability Declaration 09/12/22
ACRC (TST4671) TAS 114 ACRC 11-048 08/10/11 IRT (TST7408) TAS 114 00001 03/30/00
ACRC (TST4671) TAS 114 ACRC 11-049 08/10/11 IRT (TST7408) TAS 114 00002 03/30/00
ACRC (TST4671) TAS 114 ACRC 11-050 08/11/11 IRT (TST7408) TAS 114 01-039 01/24/02
ACRC (TST4671) TAS 114 ACRC 11-051 08/11/11 IRT (TST7408) TAS 114 02-005 01/24/02
ACRC (TST4671) TAS 114 ACRC 11-052 08/12/11 IRT (TST7408) TAS 114 02-014 03/26/02
ACRC (TST4671) TAS 114 ACRC 11-053 08/17/11 IRT (TST7408) TAS 114 03-003 04/21/03
ACRC (TST4671) TAS 114 ACRC 11-054 08/17/11 IRT (TST7408) TAS 114 03-004 04/21/03
ACRC (TST4671) TAS 114 ACRC 12-015 04/24/12 IRT (TST7408) TAS 114 04-008 01/26/04
ACRC (TST4671) TAS 114 ACRC 12-026 05/10/12 ITS (TST1558) TAS 114 H9486.03-109-18 09/17/18
ACRC (TST4671) TAS 114 ACRC 12-034 08/10/12 ITS (TST1558) TAS 114 H9486.04-109-18 09/17/18
ACRC (TST4671) TAS 114 ACRC 12-035 08/13/12 M-D (CER1592) TAS 114 23-0817.05 09/14/23
ACRC (TST4671) TAS 114 ACRC 16-002 03/04/16 | M-D (CER1592) TAS 114 24-0906.02 10/17/24
ACRC (TST4671) TAS 114 ACRC 23-016 06/16/23 M-D (CER1592) TAS 114 24-0514.06 10/10/24
ACRC (TST4671) TAS 114 ACRC 25-017 06/12/25 NEMO (TST6049) FM 4474 4L-GAF-18-002.05.19.A 05/29/19
ATI/ITS (TST1558)  TAS 114 H0730.01-109-44 08/16/17 PRI (TST5878) TAS 114/FM4474  GAF-434-02-01 09/16/13
ATI/ITS (TST1558)  TAS 114 H-3314.01-109-44 08/14/17 | PRI(TST5878) TAS 114/FM4474  GAF-434-02-03 09/16/13
ATI/ITS (TST1558)  TAS 114 H-3315.01-109-44 08/14/17 PRI (TST5878) TAS 114/FM4474  GAF-434-02-04 09/16/13
ATI/ITS (TST1558) ~ TAS 114 H-3317.01-109-44 08/14/17 PRI (TST5878) TAS 114/FM4474  GAF-436-02-02 03/06/14
ATI/ITS (TST1558)  TAS 114 H-3318.01-109-44 08/14/17 | PRI(TST5878) TAS 114/FM4474  GAF-436-02-03 03/06/14
ERD (TST6049) TAS 114/FMA4474 01880.09.03 09/10/03 PRI (TST5878) TAS 114/FM4474  GAF-436-02-04 03/06/14
ERD (TST6049) TAS 114/FM4474 01516.04.06 04/20/06 | PRI (TST5878) TAS 114/FM4474  GAF-436-02-05 03/06/14
ERD (TST6049) TAS 114/FM4474 4482.10.97-1 12/02/06 | PRI(TST5878) TAS 114/FM4474  GAF-436-02-08 03/06/14
ERD (TST6049) TAS 114/FM4474 G4280LAB.10.06-R1 12/06/07 | PRI(TST5878) TAS 114/FM4474  GAF-436-02-09 03/06/14
ERD (TST6049) TAS 114/FM4474 G36780.07.11-R1 07/18/11 PRI (TST5878) TAS 114/FM4474  GAF-549-02-01 08/08/14
ERD (TST6049) TAS 114/FM4474 5C8580.11.15-3 11/09/15 PRI (TST5878) TAS 114/FM4474  GAF-549-02-02 08/08/14
ERD (TST6049) TAS 114/FM4474 $C8580.01.16-1 01/20/16 | PRI(TST5878) Criticality GAF-559-02-08 10/16/14
ERD (TST6049) TAS 114/FM4474 GAF-5C16825.12.17-1 12/31/17 | PRI(TST5878) TAS 114/FM4474  GAF-559-02-01 10/16/14
ERD (TST6049) TAS 114/FM4474 GAF-5C16825.12.17-3B 12/31/17 | PRI(TST5878) TAS 114/FM4474  GAF-559-02-05 10/16/14
FM (TST1867) FM 4470 2B8A4.AM 07/02/97 | PRI(TST5878) TAS 114/FM4474  GAF-559-02-06 10/16/14
FM (TST1867) FM 4470 ODOA8.AM 07/09/97 | PRI(TST5878) TAS 114/FM4474  GAF-559-02-07 10/16/14
FM (TST1867) FM 4470 1B9A8.AM 09/04/97 | PRI(TST5878) TAS 114/FM4474  GAF-559-02-09 10/16/14
FM (TST1867) FM 4470 3007500 06/15/00 | PRI(TST5878) TAS 114/FM4474  GAF-559-02-11 10/16/14
FM (TST1867) FM 4470 3005640 11/09/00 | PRI(TST5878) TAS 114/FM4474  GAF-559-02-12 10/16/14
FM (TST1867) FM 4470 3008178 12/27/00 | PRI(TST5878) TAS 114/FM4474  GAF-559-02-13 10/16/14
FM (TST1867) FM 4470 3010215 03/01/01 PRI (TST5878) TAS 114/FM4474  GAF-559-02-14 10/16/14
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ENTITY EXAMINATION REFERENCE DATE ENTITY EXAMINATION REFERENCE DATE
FM (TST1867) FM 4470 3009788 03/28/01 PRI (TST5878) TAS 114/FM4474  GAF-559-02-15 10/16/14
FM (TST1867) FM 4470 3011140 08/14/01 PRI (TST5878) TAS 114/FM4474  GAF-559-02-16 10/16/14
FM (TST1867) FM 4470 3013614 05/06/02 PRI (TST5878) TAS 114/FM4474  GAF-559-02-17 10/16/14
FM (TST1867) FM 4470 3013788 01/10/03 PRI (TST5878) TAS 114/FM4474  GAF-559-02-18 10/16/14
FM (TST1867) FM 4470 3014547 05/22/03 PRI (TST5878) TAS 114/FM4474  GAF-559-02-04-R1 03/04/15
FM (TST1867) FM 4470 3014692 08/05/03 PRI (TST5878) TAS 114/FM4474  GAF-559-02-19 04/17/15
FM (TST1867) FM 4470 3014960 03/05/04 | PRI(TST5878) TAS 114/FM4474  GAF-746-02-05 12/15/16
FM (TST1867) FM 4470/4474 3017250 04/05/04 | PRI(TST5878) TAS 114/FM4474  GAF-746-02-06 12/15/16
FM (TST1867) FM 4470/4474 3022139 05/26/05 PRI (TST5878) TAS 114/FM4474  GAF-755-02-01 02/02/17
FM (TST1867) FM 4470/4474 3022508 07/20/05 PRI (TST5878) TAS 114/FM4474  GAF-755-02-02 02/02/17
FM (TST1867) FM 4470/4474 3025023 12/14/05 PRI (TST5878) TAS 114/FM4474  GAF-755-02-03 02/02/17
FM (TST1867) FM 4470/4474 797-02095-267 04/26/06 | PRI(TST5878) TAS 114/FM4474  GAF-755-02-04 02/02/17
FM (TST1867) FM 4470/4474 3023458 07/18/06 | PRI(TST5878) TAS 114/FM4474  GAF-747-02-04 09/13/18
FM (TST1867) FM 4470/4474 3028039 09/11/06 | PRI(TST5878) TAS 114/FM4474  GAF-747-02-05 09/13/18
FM (TST1867) FM 4470/4474 3024805 11/20/06 | PRI(TST5878) Criticality GAF-743-02-01 09/14/18
FM (TST1867) FM 4470/4474 3032388 10/30/08 | PRI(TST5878) Criticality GAF-743-02-02 09/14/18
FM (TST1867) FM 4470/4474 3032695 10/30/08 | PRI(TST5878) TAS 114/FM4474  GAF-743-02-03 09/21/18
FM (TST1867) FM 4470/4474 3032943 11/06/08 | PRI (TST5878) TAS 114/FM4474  GAF-743-02-04 09/21/18
FM (TST1867) FM 4470/4474 3032811 12/11/08 | PRI(TST5878) TAS 114/FM4474  GAF-743-02-05 09/21/18
FM (TST1867) FM 4470/4474 3033719 01/16/09 PRI (TST5878) TAS 114/FM4474  GAF-743-02-06 09/21/18
FM (TST1867) FM 4470/4474 3035864 06/03/09 PRI (TST5878) TAS 114/FM4474  GAF-743-02-08 09/21/18
FM (TST1867) FM 4470/4474 3032172 06/12/09 PRI (TST5878) TAS 114/FM4474  GAF-765-02-02 09/21/18
FM (TST1867) FM 4470/4474 3035140 08/10/09 PRI (TST5878) TAS 114/FM4474  GAF-901-02-01 02/27/19
FM (TST1867) FM 4470/4474 3036225 08/10/09 PRI (TST5878) TAS 114/FM4474  GAF-901-02-02 02/27/19
FM (TST1867) FM 4470 (s/s) 3036980 08/14/09 PRI (TST5878) TAS 114/FM4474  GAF-903-02-01 08/15/19
FM (TST1867) FM 4470/4474 3034978 09/17/09 PRI (TST5878) Criticality 376T0006-1 09/06/19
FM (TST1867) FM 4470/4474 797-05447-267 04/13/10 | PRI(TST5878) Criticality 376T0006-3 09/06/19
FM (TST1867) FM 4470/4474 797-05487-267 05/12/10 | PRI(TST5878) TAS 114/FM4474  376T0042 12/20/19
FM (TST1867) FM 4470/4474 797-05550-267 05/25/10 | PRI (TST5878) FM 4470, impact 376T0064 04/02/20
FM (TST1867) FM 4470/4474 797-05538-267 05/25/10 | PRI(TST5878) TAS 114/FM4474  376T0063 04/02/20
FM (TST1867) FM 4470/4474 797-05594-267 06/01/10 | PRI(TST5878) Criticality 37670148 05/19/21
FM (TST1867) FM 4470/4474 797-05695-267 07/15/10 | PRI(TST5878) TAS 114/FM4474  376T0151 05/26/21
FM (TST1867) FM 4470/4474 797-05683-267 07/21/10 | PRI(TST5878) TAS 114/FM4474  376T0179 10/13/21
FM (TST1867) FM 4470/4474 797-05687-267 07/21/10 | PRI (TST5878) TAS 114/FM4474  376T0219 11/02/21
FM (TST1867) FM 4470/4474 3038128 07/26/10 | PRI(TST5878) FM 4474 376T0469 02/13/24
FM (TST1867) FM 4470/4474 797-05748-267 08/10/10 | PRI(TST5878) Criticality 376T0497.3-1 06/26/24
FM (TST1867) FM 4470/4474 3040738 11/16/10 | PRI(TST5878) Criticality 376T0536 07/24/24
FM (TST1867) FM 4470/4474 3040738 11/16/10 | PRI(TST5878) Criticality 376T0559 09/12/24
FM (TST1867) FM 4470/4474 3036960 11/30/10 | PRI(TST5878) Criticality 376T0561 09/12/24
FM (TST1867) FM 4470/4474 797-06129-267 01/13/11 PRI (TST5878) Criticality 376T0563 09/12/24
FM (TST1867) FM 4470/4474 797-06177-267 03/16/11 PRI (TST5878) Criticality 37670562 10/14/24
FM (TST1867) FM 4470/4474 3041535 06/08/11 PRI (TST5878) FM 4474 376T0488.1 02/13/24
FM (TST1867) FM 4470/4474 797-06540-267 06/21/11 PRI (TST5878) Criticality 376T0497.1 10/28/24
FM (TST1867) FM 4470/4474 797-06800-267 09/29/11 PRI (TST5878) Criticality 376T0497.2 10/28/24
FM (TST1867) FM 4470 3042887 11/14/11 PRI (TST5878) FM 4474 376T0595 01/14/25
FM (TST1867) FM 4470/4474 797-07038-267 01/10/12 PRI (TST5878) FM 4474 376T0630.2 06/30/25
FM (TST1867) FM 4470/4474 797-07073-267 01/19/12 PRI (TST5878) FM 4474 376T0631 07/16/25
FM (TST1867) FM 4470/4474 3044688 03/01/12 PRI (TST5878) Criticality 376T0646 08/07/25
FM (TST1867) FM 4470/4474 797-07198-267 03/01/12 PRI (TST5878) TAS 114/FM 4474  376T0685.2 12/17/25
PRI (TST5878) Criticality 376T0671 01/08/26
FM (TST1867) FM 4470/4474 3044688 (Re-Issue) 03/16/12 PRI (TST5878) Criticality 376T0673.2 02/25/26
FM (TST1867) FM 4470/4474 3044541 04/04/12 NEMO Traceability SPE 02/09/26
FM (TST1867) FM 4470/4474 3044862 05/11/12 UL (QUA9625) QA (various) Service confirmation 08/18/25
FM (TST1867) FM 4470/4474 3043900 08/16/12 UL (QUA9625) QA Florida BCIS Current
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4. PRODUCT DESCRIPTION:

This PEER covers Ruberoid® Modified Bitumen Roof Systems installed in accordance with GAF published
installation instructions and the Limitations of Use herein.

TABLE 1: EVALUATED MEEMBRANES
TYPE PrRoDUCT MATERIAL STANDARD PLANT(S)
REFERENCE TYPE | GRADE
GAFGLAS® #75 Base Sheet AL, CA-F, GA-S
BASE SHEETS AND BASE Tri-Ply® #75 Base Sheet ASTM D4601 1] N/A AL, CA-F, GA-S
PLys: GAFGLAS® #80 Ultima™ Base Sheet AL, GA-S
GAFGLAS® Stratavent® Nailable Venting Base Sheet ASTM D4897 1] N/A AL, GA-S
VENTING BASE PLYS: GAFGLAS® Stratavent® Perforated Venting Base Sheet ASTM D4897 1] N/A AL, CA-F, GA-S
GAFGLAS® Ply 4 AL, CA-F, GA-S
Tri-Ply® Ply 4 Ply Sheet ASTM D2178 vV N/A AL, CA-F, GA-S
PLYs: giigtﬁzz Elly ilM 6 AL AGLA S
ex yw X _
GAFGLAS® FlexPly™ 6 M ASTM D218 A iy AL
Liberty™ SBS Self-Adhering Base/Ply Sheet ASTM D4601 Il N/A GA-S ,IN
Ruberoid® Torch Smooth
APP, SMOOTH-SURFACE | 7751 6 A bp Smooth Membrane ASTM D6222 | s CAS, GAS, IN
MEMBRANES: -
Tri-Ply® APP Smooth NB ITA
Ruberoid® Torch Granule CA-S, GA-S, IN
Tri-Ply® APP Granule Membrane CA-S, GA-S, IN
APP, GRANULE Rube:'loid® Torch Plus Granule FR R™ 22 ¢ GA-S
SURFACED MEMBRANES: -
Ruberoid® EnergyCap™ Torch Granule FR CA-S
Ruberoid® EnergyCap™ Torch Plus Granule FR ASTM D6222 I G CA-S
Ruberoid® 20 Smooth AR
Ruberoid® HW 20 Smooth AR
Ruberoid® HW 25 Smooth ASTM De163 S GA-S
SBS, SMOOTH-SURFACE Ruberoid® HW 30 Smooth AR
MEMBRANES: Ruberoid® HW Smooth GA-S
Ruberoid® Mop Smooth GA-S
Ruberoid® Mop Smooth 1.5 ASTM Dé164 S GA-S
Ruberoid® Mop Plus Smooth GA-S
Ruberoid® 30 Granule FR AR, CA-S
Ruberoid® EnergyCap™ 30 Granule FR ASTM D6163 G AR, GA-S
Ruberoid® EnergyCap HW 30 Granule FR AR
Liberty™ SBS Self-Adhering Cap Sheet AR, GA-S
Ruberoid® Mop Granule CA-S, GA-S
Ruberoid® Mop Granule FR GA-S
SBS. GRANULE-SURFACE Intec Flex PRF ASTM D6164 G GA-S
! Tri-Ply® SBS Granule Cap Sheet GA-S
MEMBRANES: -
Ruberoid® HW Granule GA-S
Ruberoid® HW Granule FR GA-S
Ruberoid® Mop Plus Granule FR AR, GA-S
Ruberoid® EnergyCap™ Mop Plus Granule FR AR, CA-S
Ruberoid® HW Plus Granule ASTM D6164 1] G GA-S
Ruberoid® HW Plus Granule FR AR, GA-S
Ruberoid® EnergyCap™ HW Plus Granule FR AR, CA-S
SBS, FOIL-SURFACE Ruberoid® UltraClad SBS Membrane ASTMD6298 | N/A | N/A AR
MEMBRANES:
VAPOR BARRIER GAF SA Vapor Retarder XL and XL40 N/A IN
MEMBRANES:
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5. LIMITATIONS:

5.1 This is a building code evaluation. Neither NEMO ETC, LLC nor Robert Nieminen, P.E. are, in any way, the Designer
of Record for any project on which this PEER, or previous versions thereof, is/was used for permitting or design
guidance. PEERs are not to be construed as representing any attributes not specifically listed, nor are PEERs to be
construed as an endorsement of the subject, or a recommendation for its use. There is no warranty by NEMO ETC,
LLC or Robert Nieminen, P.E., express or implied, as to any finding or other matter in this PEER, or as to any product
covered by the PEER.

5.2 This PEER is not for use in FBC High Velocity Hurricane Zone jurisdictions, as defined in FBC Chapter 2 (Broward
and Miami-Dade Counties).

5.3 This PEER pertains to above-deck roof components. Roof decks and structural members shall be in accordance
with requirements of the applicable Code to the satisfaction of the Authority Having Jurisdiction.

5.4 This PEER does not include evaluation of fire classification. Refer to FBC or IBC 1505 for requirements and
limitations regarding roof assembly fire classification. Refer to FBC or IBC 2603 for requirements and limitations
concerning the use of foam plastic insulation.

5.5 This PEER does not include evaluation of roof edge termination. Refer to FBC or IBC 1504.5 for requirements and
limitations regarding edge securement for low-slope roofs.

5.6 Refer to FBC or IBC 1511 for requirements and limitations regarding recover installations.

5.6.1 For mechanically attached components over existing roof decks, fasteners shall be tested in the existing deck for
withdrawal resistance. A qualified design professional shall review the data for comparison to the minimum
requirements for the system. Testing shall be in accordance with ANSI/SPRI FX-1 or Testing Application Standard
TAS 105.

5.6.2 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the
existing deck or existing roof surface shall be examined for compatibility with the adhesive to be installed. If any
surface conditions exist that bring system performance into question, field uplift testing in accordance with
ANSI/SPRI IA-1, ASTM E907, FM Loss Prevention Data Sheet 1-52 or Testing Application Standard TAS 124 shall
be conducted on mock-ups of the proposed new roof assembly.

5.6.3 For bonded insulation or membrane over existing substrates in a recover installation, the existing roof system shall
be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having
Jurisdiction, as documented through field uplift testing in accordance with ASTM E907, FM Loss Prevention Data
Sheet 1-52 or Testing Application Standard TAS 124.

5.7 Refer to Appendix 1 for system attachment requirements for wind load resistance.

5.7.1 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads,
and reflects the ultimate passing pressure divided by 2 (the 2 to 1 margin of safety per FBC 1504.9 has already
been applied). Refer to FBC or IBC 1609 for determination of design wind loads.

5.7.2 For mechanically attached components or partially-bonded insulation, the maximum design pressure for the
selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in accordance with
FBC or IBC Chapter 16. Elevated pressure zones shall employ an attachment density designed by a qualified design
professional to resist the elevated pressure criteria. Commonly used methods are ANSI/SPRI WD1, FM Loss
Prevention Data Sheet 1-29, Roofing Application Standard RAS 117 or RAS 137. Assemblies marked with an
asterisk* carry the limitations set forth in Section 2.2.10.1 of FM Loss Prevention Data Sheet 1-29 for Zone 2/3
enhancements.

5.7.3 For assemblies with all components fully bonded in place, the maximum design pressure for the selected assembly
shall meet or exceed critical design pressure determined in accordance with FBC or IBC Chapter 16. No rational
analysis is permitted for these systems.
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5.8 All components in the roof assembly shall have quality assurance audit in accordance with F.A.C. Rule 61G20-3.
Refer to the Product Approval of the component manufacturer for components listed in Appendix 1 that are
produced by a Product Manufacturer other than the report holder on Page 1 of this PEER.

6. INSTALLATION:

Ruberoid® Modified Bitumen Roof Systems shall be installed in accordance with GAF published installation
instructions, subject to the Limitations of Use noted herein.

7. BUILDING PERMIT REQUIREMENTS:

As required by the Building Official or Authority Having Jurisdiction to properly evaluate the installation of this
product.

8. IMANUFACTURING PLANTS:

Contact the named QA entity for manufacturing facilities covered by F.A.C. Rule 61G20-3 QA requirements. Refer
to Section 4 herein for products and production locations having met codified material standards.

9. QUALITY ASSURANCE ENTITY:
UL, LLC— QUA9625: (360) 817-5512; bsai.inspections@ul.com
- THE 111-PAGES THAT FOLLOW FORM PART OF THIS PEER -
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APPENDIX 1: ATTACHMENT REQUIREMENTS FOR WIND UPLIFT RESISTANCE

TABLE DEck APPLICATION TypPE DESCRIPTION PAGE
1A Wood New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 11
18 Wood New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 11
1c Wood New, Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 11
1p Wood New, Reroof (Tear-Off), Recover B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 17
1e Wood New, Reroof (Tear-Off), Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 21
1F Wood New, Reroof (Tear-Off), Recover D-2 Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 22
16 Wood New, Reroof (Tear-Off) E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 23
1H Wood New, Reroof (Tear-Off), Recover E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 24
1 Wood New, Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 25
2A Steel New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 26
2B Steel or Structural concrete New, Reroof (Tear-Off), Recover B-1 Mechanically Attached Base Insulation, Bonded Top Insulation, Bonded Roof Cover 26
2c Steel New, Reroof (Tear-Off), Recover B-2 Mechanically Attached Thermal Barrier, Bonded Vapor Barrier, Bonded Insulation, Bonded Roof Cover 38
2D Steel or Structural concrete New, Reroof (Tear-Off), Recover C-1 Mechanically Attached Insulation, Bonded Roof Cover 41
2E Steel or Structural concrete New, Reroof (Tear-Off), Recover C-3 Bonded and Mechanically Attached Insulation, Bonded Roof Cover 51
2F Steel or Structural concrete New, Reroof (Tear-Off), Recover D-2 Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 52
3A Structural concrete New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover (Base Insulation Layer Only) 56
3B Structural concrete New, Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover (Base and Top Insulation Layers) 58
3c Structural concrete New, Reroof (Tear-Off) F Non-Insulated, Bonded Roof Cover 67
4A Deck with Lightweight Concrete New, Reroof (Tear-Off) A-1 LWC to Deck, Bonded Insulation, Bonded Roof Cover 68
4B Deck with Lightweight Concrete New or Reroof (Tear-Off) B-3 LWC to Deck, Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 69
4c Deck with Lightweight Concrete New, Reroof (Tear-Off) E-2 LWC to Deck, Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 71
4p Deck with Lightweight Concrete New, Reroof (Tear-Off) E-2 Thermal Barrier to Deck, Vapor Barrier, LWC to Vapor Barrier, Mechanically Attached Base Sheet, Bonded Roof Cover 76
4e Deck with Lightweight Concrete New, Reroof (Tear-Off) F LWC to Steel Deck, Non-Insulated, Bonded Roof Cover 77
4F Deck with Lightweight Concrete New, Reroof (Tear-Off) F LWC to Concrete Deck, Non-Insulated, Bonded Roof Cover 77
5A Cementitious wood fiber Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 78
58 Cementitious wood fiber New, Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 79
5¢ Cementitious wood fiber New, Reroof (Tear-Off) E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 80
6A Gypsum Reroof (Tear-Off) A-1 Bonded Insulation, Bonded Roof Cover 81
68 Gypsum Reroof (Tear-Off) B-3 Mechanically Attached Anchor Sheet, Bonded Insulation, Bonded Roof Cover 82
6C Gypsum Reroof (Tear-Off) E-2 Non-Insulated, Mechanically Attached Base Sheet, Bonded Roof Cover 83
7A Various Recover A-1 Bonded Insulation, Bonded Roof Cover (Base Insulation Layer Only) 84
78 Various Recover A-1 Bonded Insulation, Bonded Roof Cover (Base and Top Insulation Layers) 94
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1 The roof system evaluation herein pertains to above-deck roof components. Roof decks and structural members shall be in accordance with requirements of the applicable Code to the satisfaction of the Authority
Having Jurisdiction.

2 Unless otherwise noted, fasteners and stress plates shall be as follows. Recessed plates are not for use with cement-based or gypsum-based hardboard coverboards. Fasteners shall be of sufficient length for the
following engagements:

FASTENER/PLATE OPTIONS
PARTS
DEck TYPE By LOOSE PARTS PRE-ASSEMBLED PARTS MINIMUM ENGAGEMENT
Drill-Tec #12 Fastener, Drill-Tec #12 DP Fastener, Drill-Tec #12 DPH Fastener, Drill-Tec #14 Fastener . ” . ” . L .
. . . ” . ” . Drill-Tec 3” ASAP Flat, Drill-Tec 3” ASAP Recessed, Drill- Minimum %-inch plywood
or Drill-Tec #14 HD Fastener with Drill-Tec 3” Standard Steel Plate, Drill-Tec 3” Steel Plate, Drill-Tec R ¥ . o
Wood GAF . ) . - ” Tec ASAP 3S or Drill-Tec Heavy Duty ASAP Roofing penetration or minimum 1-
AccuTrac Flat Plate, Drill-Tec AccuTrac Recessed Plate (insulation only), Drill-Tec 3” Flat Steel Plate . ” .
. ” Fastener Assembled with a 3” Metal Plate inch wood plank embedment
or Drill-Tec 3” Recessed Steel Plate
Drill-Tec #12 Fastener, Drill-Tec #12 DP Fastener, Drill-Tec #12 DPH Fastener, Drill-Tec #14 Fastener, | Drill-Tec 3” ASAP Flat, Drill-Tec 3” ASAP Recessed, Drill-
GAF Drill-Tec #14 HD Fastener, Drill-Tec XHD Fastener or Drill-Tec #15 EHD Fastener with Drill-Tec 3” Tec ASAP 3S, Drill-Tec Heavy Duty ASAP Roofing Fastener
Standard Steel Plate, Drill-Tec 3” Steel Plate, Drill-Tec AccuTrac Flat Plate, Drill-Tec AccuTrac Assembled with a 3” Metal Plate or Drill-Tec Extra Heavy
Recessed Plate (insulation only), Drill-Tec 3” Flat Steel Plate or Drill-Tec 3” Recessed Steel Plate Duty ASAP Roofing Fastener — Insulation Minimum %-inch steel
Steel Note: Unless otherwise noted, Drill-Tec #12 DF Fastener or Drill-Tec #14 DF Fastener with Drill-Tec 3” DF Steel Insulation Plate may be used in place of Drill-Tec #12 Fastener or Drill-Tec #14 penetration and engage the
Fastener with Drill-Tec 3” Standard Steel Plate when used to secure DensDeck Prime, SECUROCK Gypsum-Fiber Roof Board or SECUROCK Ultralight Coated Glass-Mat Roof Board to steel top flute of the steel deck
deck, up to a maximum allowable design pressure (MDP) of -120.0 psf.
Note: Unless otherwise noted, Drill-Tec #12 DF Fastener or Drill-Tec #14 DF Fastener with Drill-Tec 3” DF Steel Insulation Plate may be used in place of Drill-Tec #12 Fastener or Drill-Tec #14
Fastener with Drill-Tec 3” Standard Steel Plate when used to secure min. 0.5-inch thick Structodek High Density Fiberboard Roof Insulation, EnergyGuard HD Polyiso Insulation or
EnergyGuard HD Plus Polyiso Insulation or min. 1.5-inch EnergyGuard POLYISO INSULATION or EnergyGuard Ultra Polyiso Insulation to steel deck.
Drill-Tec #14 Fastener, Drill-Tec #14 HD Fastener or Drill-Tec CD-10 with Drill-Tec 3” Standard Steel . .
. ” ) . Drill-Tec 3” ASAP Flat (#14 only) or Drill-Tec Heavy Duty
GAF Plate, Drill-Tec 3” Steel Plate, Drill-Tec AccuTrac Flat Plate, Drill-Tec AccuTrac Recessed Plate . . ” Minimum 1-inch embedment
) ) A ” ) M ASAP Roofing Fastener Assembled with a 3” Metal Plate .
(insulation only), Drill-Tec 3” Flat Steel Plate or Drill-Tec 3” Recessed Steel Plate Fasteners installed with a
Structural Note: Unless otherwise noted, Drill-Tec #14 DF Fastener with Drill-Tec 3” DF Steel Insulation Plate may be used in place of Drill-Tec #14 Fastener with Drill-Tec 3” Standard Steel Plate when pilot hole in accordance with
Concrete used to secure min. DensDeck Prime, SECUROCK Gypsum-Fiber Roof Board or SECUROCK Ultralight Coated Glass-Mat Roof Board to structural concrete deck, up to a maximum allowable the fastener manufacturer’s
design pressure (MDP) of -120.0 psf. . X .
- - - - - - = = = published installation
Note: Unless otherwise noted, Drill-Tec #14 DF Fastener with Drill-Tec 3” DF Steel Insulation Plate may be used in place of Drill-Tec #14 Fastener with Drill-Tec 3” Standard Steel Plate when instructions
used to secure min. 0.5-inch thick Structodek High Density Fiberboard Roof Insulation, EnergyGuard HD Polyiso Insulation or EnergyGuard HD Plus Polyiso Insulation or min. 1.5-inch
EnergyGuard POLYISO INSULATION or EnergyGuard Ultra Polyiso Insulation to structural concrete deck.

3 Unless otherwise noted, insulation may be any one layer or combination of FBC Approved (Local or Statewide) board(s) that meet FBC or IBC 1505 and, for foam plastic, FBC or IBC Chapter 26, when installed with

the roof cover.

4 Minimum 200 psi, minimum 2-inch thick FBC Approved lightweight insulating concrete may be substituted for, or installed below, rigid insulation board for System Types B-1, C-1, C-2, D-1 or D-2, whereby fasteners
are installed through the lightweight insulating concrete to engage the structural deck. The structural deck shall be of equal or greater type, thickness and strength to the steel and structural concrete deck listings.
Roof decks and structural members shall be in accordance with requirements of the applicable Code to the satisfaction of the Authority Having Jurisdiction. This is a wind uplift resistance allowance and does not
purport to address non-wind-uplift-related issues, such as deck venting or moisture levels within the LWIC and the potential effect on overlying components.

5  Preliminary insulation attachment: Unless otherwise noted, use FBC Approved roofing fasteners and plates and refer to Section 2.2.10.1.3 of FM Loss Prevention Data Sheet 1-29.
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6  Unless otherwise noted, insulation adhesive application rates are as follows.
e Ribbon or bead width is at the time of application; the ribbons/beads shall expand as noted in the manufacturer’s published instructions.
o |f applying hot asphalt to concrete deck, deck shall be primed with ASTM D41 primer.

e When multiple layers(s) of insulation and/or coverboard are installed in ribbon-applied adhesive, board joints shall be staggered.
e The maximum edge distance from the adhesive ribbon to the edge of the insulation board shall be not less than one-half the specified ribbons spacing.

NEmoO | etc.e

INSULATION ADHESIVE REFERENCES
ADHESIVE REFERENCE FBC FiLE oR NOA

GAF LRF Adhesive M ‘LRF-M’ N/A Continuous 0.75 to 1-inch ribbons, 12-inch o.c.
GAF GAF LRF Adhesive M Canister ‘LRF-M Canister’ N/A Continuous 1 to 1.5-inch ribbons, 12-inch o.c.

GAF LRF Adhesive XF ‘LRF-XF’ N/A Continuous 0.75 to 1-inch ribbons, 12-inch o.c.
H.B. Fuller Company Millennium One Step Foamable Adhesive ‘M-OSFA’ FL1800 Continuous 0.25 to 0.5-inch wide ribbons, 12-inch o.c.
OMG, Inc. OlyBond 500 Adhesive Fastener ‘OB500’ FL1608 Continuous 0.75-inch wide ribbons, 12-inch o.c. (PaceCart, SpotShot or Canister)
Generic, ASTM D312, Type IV hot asphalt N/A N/A Full coverage at 25-30 Ibs/square

7  Unless otherwise noted, all insulations are flat-stock or taper board of the minimum thickness noted. Tapered polyisocyanurate at the following thickness limitations may be substituted with the following Maximum
Design Pressure (MDP) limitations. In no case shall these values be used to ‘increase’ the MDP listings in the tables; rather if MDP listing below meets or exceeds that listed for a particular system in the tables,
then the thinner board listed below may be used as a drop-in for the equivalent thicker material listed in the table.

MDP LIMITATIONS FOR TAPERED POLYISOCYANURATE INSULATIONS
INSULATION MIN. TAPERED
ADHESIVE LiSTED PRODUCT FBCFiLEOR NOA THICKNESS (IN) R
LRF-M EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso Insulation FL16311 0.5 -232.5
LRF-XF EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso Insulation FL16311 0.5 -292.5
LRF-XF EnergyGuard RA NOA 25-0123.02 0.5 -487.5
M-OSFA Any EnergyGuard polyisocyanurate listed with adhesive herein various 0.5 -157.5
0OB500 EnergyGuard Polyiso Insulation, EnergyGuard Ultra Polyiso Insulation FL16311 0.5 -292.5
OB500 EnergyGuard RA NOA 25-0123.02 0.5 -487.5
Hot asphalt Any EnergyGuard polyisocyanurate listed with adhesive herein Various 0.5 -240.0

8 Foradhered roof insulation and board-size: Unless otherwise noted, refer to Section 2.2.10.6.2 of FM Loss Prevention Data Sheet 1-29.

9  For mechanically attached components or partially-bonded insulation, the maximum design pressure for the selected assembly shall meet or exceed at least the Zone 1 PRIME design pressure determined in
accordance with FBC or IBC Chapter 16. Elevated pressure zones shall employ an attachment density designed by a qualified design professional to resist the elevated pressure criteria. Commonly used methods
are ANSI/SPRI WD1, FM Loss Prevention Data Sheet 1-29, Roofing Application Standard RAS 117 and RAS 137. Assemblies marked with an asterisk* carry the limitations set forth in Section 2.2.10.1 of FM Loss

Prevention Data Sheet 1-29 for Zone 2/3 enhancements.

10  For assemblies with all components fully bonded, the maximum design pressure for the selected assembly shall meet or exceed critical design pressure determined in accordance with FBC or IBC Chapter 16. No
rational analysis is permitted for these systems.

11  For mechanically attached components over existing decks, fasteners shall be tested in the existing deck for withdrawal resistance. A qualified design professional shall review the data for comparison to the
minimum requirements for the system. Testing and analysis shall be in accordance with ANSI/SPRI FX-1 or Testing Application Standard TAS 105.
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12 For bonded insulation or membrane over existing substrates in a re-roof (tear off) or recover installation, the existing deck or existing roof surface shall be examined for compatibility with the adhesive to be
installed. If any surface conditions exist that bring system performance into question, field uplift testing shall be conducted on mock-ups of the proposed new roof assembly. For bonded insulation or membrane
over existing substrates in a recover installation, the existing roof system shall be capable of resisting project design pressures on its own merit to the satisfaction of the Authority Having Jurisdiction, as documented
through field uplift testing. Field uplift testing shall be in accordance with ASTM E907, FM Loss Prevention Data Sheet 1-52 or Testing Application Standard TAS 124.

12A  Reference to “Existing gravel-surfaced asphaltic built-up roof, brushed / spudded and vacuumed to
remove loose gravel” in Table 7A is intended to convey an as-tested condition whereby any loose-gravel
that does not remain embedded in the asphalt flood coat after brushing and/or spudding be removed.
The gravel that remains embedded in the asphalt flood coat remains.

13 Refer to FBC or IBC 1511 for requirements and limitations regarding recover installations. For Structural Concrete Deck or Recover Applications using System Type C-1 the base insulation layer is optional and for
System Type C-2, D-1 or D-2, the insulation is optional. Alternatively, an FBC Approved insulation board or coverboard may be used as a separation layer. Board products shall be preliminarily attached prior to
roof cover installation (Note 5). The separator component shall be documented as meeting FBC or IBC 1505 and, for foam plastic, FBC or IBC Chapter 26, when installed with the roof cover in Recover applications.

14  Florida Specific: Lightweight insulating concrete (LWIC) shall be cast in accordance with FBC Section 1917 to the satisfaction of the Authority Having Jurisdiction. For systems where specific LWIC is referenced,
refer to current LWIC Product Approval for specific deck construction and limitations. Unless otherwise noted, for systems where specific LWIC is not referenced, the minimum design mix shall be 300 psi. In all
cases, the minimum top-coat thickness is 2-inches. For LWIC over structural concrete, reference is made to FBC Section 1917.4.1, Point 1.

14A  For “pre-existent” LWIC references, listings were established through testing over lightweight concrete cast using only foaming agent (ASTM C896), water and Portland cement (ASTM C150), with no proprietary
additives, in accordance with procedures adopted by Miami-Dade BCCO (FBC CER1592). Use of these listings in new construction or re-roof (tear-off) applications is at the discretion of the Designer or Record
and Authority Having Jurisdiction.
As a field QA measure of the pre-existent cellular lightweight concrete:
» Compressive strength testing shall be conducted in accordance with ASTM €513 and shall yield an average result as per the system listing.
» Field withdrawal resistance testing in accordance with Note 11 shall yield an average result as per the system listing.
» If question exists as to wind uplift performance of the pre-existent cellular lightweight concrete, or adhesion to the LWC surface, field uplift testing in accordance with Note 12 is recommended.
All testing shall be performed by an accredited testing agency acceptable to the Authority Having Jurisdiction
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15 For bonded membrane applications, unless otherwise noted, refer to the following.
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MEMBRANE / ADHESIVE COMBINATIONS
ROOF COVERS
REFERENCE LAYER MATERIAL APPLICATION
BP-LL Venting Base Ply: | GAFGLAS Stratavent Perforated Venting Base Sheet Loose-laid
BP-CA Base Ply: | GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet Matrix 102 SBS
Base Ply or Ply: | Ruberoid 20 Smooth, Ruberoid Mop Smooth or Ruberoid Mop Plus Smooth Membrane Adhesive
SBS-CA Cap Ply: | Ruberoid 30 Granule FR, Ruberoid EnergyCap 30 Granule FR, Ruberoid Mop Granule FR, Ruberoid Mop Plus Granule FR, Ruberoid EnergyCap Mop Plus Granule FR | at1.5 gal/sq.
Base Ply or Ply: | Ruberoid 20 Smooth, Ruberoid Mop Smooth, Ruberoid Mop Smooth 1.5 or Ruberoid Mop Plus Smooth Matrix 101 Premium
SBS-CA1 Ruberoid Mop Smooth 1.5, Ruberoid 30 Granule FR, Ruberoid EnergyCap 30 Granule FR, Ruberoid Mop Plus Granule FR, Ruberoid EnergyCap Mop Plus Granule 585 M.embrane
Cap Ply: R Adhesive at 1.5-2.0
gal/square
SBS-CA2 Base Ply: | Ruberoid 20 Smooth Matrix MC Adhesive at
Cap Ply | Ruberoid 30 Granule FR, Ruberoid Mop Plus Granule FR, Ruberoid EnergyCap Mop Plus Granule FR 1.5-2.0gal/square
o Base Ply: | GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, GAFGLAS #80 Ultima Base Sheet
Ply: | One or more plies GAFGLAS Ply 4, GAFGLAS Ply 4 M, Tri-Ply Ply 4 Ply Sheet, GAFGLAS FlexPly 6, GAFGLAS FlexPly 6 M Hot asphalt at 25
Base Ply or Ply: | One or two plies Ruberoid 20 Smooth, Ruberoid Mop Smooth, Ruberoid Mop Smooth 1.5, Ruberoid Mop Plus Smooth lbs/square.
SBS-AA Cap Ply: Ruberoid 30 Granule FR, Ruberoid EnergyCap 30 Granule FR, Ruberoid Mop Smooth, Ruberoid Mop Smooth 1.5, Ruberoid Mop Plus Smooth, Ruberoid Mop
Granule FR, Ruberoid Mop Granule, Tri-Ply SBS Granule Cap Sheet, Intec Flex PRF, Ruberoid Mop Plus Granule FR, Ruberoid EnergyCap Mop Plus Granule FR
Base Ply or Ply: | One or two plies Ruberoid HW 20 Smooth, Ruberoid HW 25 Smooth, Ruberoid HW 30 Smooth or Ruberoid HW Smooth
SBS-TA Cap Ply: Ruberoid HW 20 Smooth, Ruberoid HW 25 Smooth, Ruberoid HW 30 Smooth, Ruberoid HW Smooth, Ruberoid EnergyCap HW 30 Granule FR, Ruberoid HW Torch-applied
Granule, Ruberoid HW Granule FR, Ruberoid HW Plus Granule, Ruberoid HW Plus Granule FR, Ruberoid EnergyCap HW Plus Granule FR
Base Ply or Ply: | One or two plies Ruberoid Torch Smooth, Tri-Ply APP Smooth Membrane
APP-TA Cap Ply: Ruberoid Torch Granule, Tri-Ply APP Granule Membrane, Ruberoid Torch Plus Granule FR, Ruberoid EnergyCap Torch Granule FR, Ruberoid EnergyCap Torch Plus Torch-applied
Granule FR
e Base Ply or Ply: L!berty SBS Self-Adher!ng Base/Ply Sheet Self-adhering
Cap Ply | Liberty SBS Self-Adhering Cap Sheet
Note:  Systems with a smooth-surfaced cap ply shall be surfaced in accordance with GAF requirements, meeting the fire resistance requirements of FBC Section 1505. Refer to FBC Section 1504.8 for limitations in the
use of aggregate surfacing.
MEMBRANE / ADHESIVE COMBINATIONS
VAPOR BARRIERS
REFERENCE MATERIAL APPLICATION
VB-APP-TA (smooth) Ruberoid Torch Smooth Torch-applied
VB-APP-TA (granule) Ruberoid Torch Granule Torch-applied
VB-BP1-AA One or more GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, GAFGLAS #80 Ultima Base Sheet Hot asphalt at 25 Ibs/square.
VB-BP2-AA One or two plies, GAFGLAS Ply 4, GAFGLAS Ply 4 M, Tri-Ply Ply 4 Ply Sheet, GAFGLAS FlexPly 6 or GAFGLAS FlexPly 6 M Hot asphalt at 25 Ibs/square.
VB-SBS-AA Ruberoid 20 Smooth, Ruberoid Mop Smooth, Ruberoid Mop Smooth 1.5, Ruberoid Mop Plus Smooth or Ruberoid Mop Granule Hot asphalt at 25 Ibs/square.
VB-SBS-CA Ruberoid 20 Smooth, Ruberoid Mop Smooth, Ruberoid Mop Smooth 1.5, Ruberoid Mop Plus Smooth or Ruberoid Mop Granule Zl:ﬂalt.r;xgi(l)/zs:‘BS Membrane Adhesive
VB-SBS-SA Liberty SBS Self-Adhering Cap Sheet Self-adhering
VB-SBS-TA Ruberoid HW 20 Smooth, Ruberoid HW 25 Smooth, Ruberoid HW 30 Smooth, Ruberoid HW Smooth, Ruberoid HW Granule or Ruberoid HW Plus Granule Torch-applied
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16  Thermal Barrier and/or Vapor Barrier Options:

16A  Structural Concrete Decks: The lesser of the MDP listings below vs. that for the selected assembly applies.
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STRUCTURAL CONCRETE DECK: VAPOR BARRIER FOLLOWED BY ADHERED INSULATION
OPTION # PRIMER VAPOR BARRIER (NOTE 15) INSULATION ADHESIVE PER MDP
TYPE APPLICATION TABLE 3A PSF
C-VB-1. Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-APP-TA (granule) Torch-applied Hot asphalt -225.0
C-VB-2. Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-BP1-AA Hot asphalt applied Hot asphalt -360.0
C-VB-3. Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-BP2-AA or VB-SBS-AA Hot asphalt applied Hot asphalt -495.0
C-VB-4. None GAF SA Vapor Retarder XL Self-adhering LRF-M, 12-inch o.c. -180.0
C-VB-5. Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-APP-TA (granule), VB-SBS-AA, VB-SBS-CA, VB-SBS-SA or VB-SBS-TA See Note 15 LRF-M, 12-inch o.c. -180.0
C-VB-6. GAF SA Primer GAF SA Vapor Retarder Self-adhering LRF-M, 12-inch o.c. -202.5
C-VB-7. Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-BP1-AA, VB-BP2-AA or VB-SBS-AA Hot asphalt applied LRF-M, 12-inch o.c. -495.0
C-VB-8. Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-APP-TA (granule) Torch-applied LRF-XF, 12-inch o.c. -169.0
C-VB-9. None GAF SA Vapor Retarder XL Self-adhering LRF-XF 12-inch o.c. -180.0
C-VB-10. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-APP-TA (granule), VB-SBS-AA, VB-SBS-CA, VB-SBS-SA or VB-SBS-TA See Note 15 LRF-XF, 12-inch o.c. -180.0
C-VB-11. | GAF SA Primer GAF SA Vapor Retarder Self-adhering LRF-XF, 12-inch o.c. -202.5
C-VB-12. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-SBS-SA Self-adhering LRF-XF, 12-inch o.c. -250.0
C-VB-13. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-BP1-AA, VB-BP2-AA or VB-SBS-AA Hot asphalt applied LRF-XF, 12-inch o.c. -262.5
C-VB-14. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer Ruberoid 30 Hot asphalt applied LRF-XF, 12-inch o.c. -270.0
C-VB-15. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-APP-TA (smooth) Torch-applied 0B500, 12-inch o.c. -165.0
C-VB-16. | None GAF SA Vapor Retarder XL Self-adhering 0B500, 12-inch o.c. -180.0
C-VB-17. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-SBS-AA, VB-SBS-CA, VB-SBS-SA or VB-SBS-TA See Note 15 OB500, 12-inch o.c. -180.0
C-VB-18. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-SBS-SA Self-adhering 0B500, 12-inch o.c. -187.5
C-VB-19. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer | Ruberoid 20 Smooth Matrix 102 SBS Membrane | 554 15 jnch o.c, 2025
Adhesive at 1.5 gal/square
C-VB-20. | GAF SA Primer GAF SA Vapor Retarder Self-adhering 0B500, 12-inch o.c. -202.5
C-VB-21. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-APP-TA (granule) Torch-applied 0OB500, 12-inch o.c. -225.0
C-VB-22. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer Ruberoid HW Smooth Torch-applied OB500, 12-inch o.c. -232.5
C-VB-23. | Matrix 307 Premium Asphalt Primer or ASTM D41 primer VB-BP1-AA, VB-BP2-AA or VB-SBS-AA Hot asphalt applied 0B500, 12-inch o.c. -352.5
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16B  Decks followed by Vapor Barrier followed by Lightweight Concrete (LWC): The lesser of the MDP listings below vs. that for the selected assembly from the Lightweight Concrete tables applies:

DECK FOLLOWED BY VVAPOR BARRIER FOLLOWED BY CELLULAR LIGHTWEIGHT INSULATING CONCRETE
OPTION # PRIMER VAPOR BARRIER LIGHTWEIGHT CONCRETE PER MDP
TYPE ATTACH TABLE 4A — 4F (NoTE 14) PSF
. . Base Ply (Optional): One or two plies Ruberoid HW 20 Smooth, Ruberoid HW 25 Smooth, Ruberoid HW 30 Smooth or . .
Matrix 307 P Asphalt Torch- Min. 200 Mearlcret
LWC-VB-1. .a ™ remium s.p @ Ruberoid HW Smooth followed by Cap Ply: Ruberoid HW Granule, Ruberoid HW Granule FR, Ruberoid HW Plus Granule, orc. n pstViearlcrete -82.5
Primer or ASTM D41 primer . applied (FL13492)
Ruberoid HW Plus Granule FR
Matrix 307 Premium Asphalt Base Ply (Optional): One or two plies Ruberoid HW 20 Smooth, Ruberoid HW 25 Smooth, Ruberoid HW 30 Smooth or Torch- Min. 300 psi Celcore
LWC-VB-2. Primer or ASTM D41 riFr)ner Ruberoid HW Smooth followed by Cap Ply: Ruberoid HW Granule, Ruberoid HW Granule FR, Ruberoid HW Plus Granule, aoplied Cellular Concrete -135.0
P Ruberoid HW Plus Granule FR PP (FL2037)
. . Base Ply (Optional): One or two plies Ruberoid HW 20 Smooth, Ruberoid HW 25 Smooth, Ruberoid HW 30 Smooth or . . .
LWC-VB-3. M.atrlx 307 Premium As.phalt Ruberoid HW Smooth followed by Cap Ply: Ruberoid HW Granule, Ruberoid HW Granule FR, Ruberoid HW Plus Granule, Torch Min. 300 psi Elastizell -302.5
Primer or ASTM D41 primer . applied (FL4994)
Ruberoid HW Plus Granule FR
LWC-VB-4. M.atrlx 307 Premium As.phalt Ruberoid HW 20 Smooth, Ruberoid HW 25 Smooth, Ruberoid HW 30 Smooth or Ruberoid HW Smooth Torc.h- Min. 540 psi pre-existent -358.0
Primer or ASTM D41 primer applied cellular LWC

16C  For System Types B-1, B-2, C-1, C-2, D-1 or D-2, GAF SA Vapor Retarder or GAF SA Vapor Retarder XL may be installed atop the roof deck, or to a loose-laid thermal barrier of DensDeck, DensDeck Prime, DensDeck
StormX Prime, DEXcell Glass Mat Roof Board, DEXcell FA Glass Mat Roof Board, SECUROCK Gypsum-Fiber Roof Board, SECUROCK Ultralight Coated Glass Mat Roof Board or SECUROCK Cement Roof Board, prior to
installation of the insulation and roof cover. When adhering GAF SA Vapor Retarder to structural concrete, the substrate shall be primed with GAF SA Primer, EverGuard TPO Quick Spray Adhesive or EverGuard
TPO Quick Spray Adhesive LV50. When adhering GAF SA Vapor Retarder to gypsum or cement boards, the substrate shall be primed with GAF SA Primer, EverGuard TPO Quick Spray Adhesive, EverGuard TPO
Quick Spray Adhesive LV50 or Matrix 307 Premium Asphalt Primer. Refer to FM Loss Prevention Data Sheet 1-29 for design and installation limitations.

16D  Fire barrier of VersaShield® Solo™ Fire-Resistant Slip Sheet is optional in all assemblies when overlying components are mechanically fastened.
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17  Unless otherwise noted, insulation or coverboard attachment patterns for Type B-1, Type B-2, Type C-1 and C-2 systems are as outlined below.
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INSULATION ATTACHMENT PATTERNS — 4X4 FT BOARDS
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INSULATION ATTACHMENT PATTERNS — 4X8 FT BOARDS
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18 The following products are interchangeable within the scope of this PEER:

NEmoO | etc.e

ACCEPTABLE ALTERNATES
FBCFILE OR
SuB-CATEGORY MANUFACTURER " NOA LISTED PRODUCT HEREIN ALTERNATE

EnergyGuard Polyiso Insulation EnergyGuard NH Polyiso Insulation
EnergyGuard Ultra Polyiso Insulation EnergyGuard NH Ultra Polyiso Insulation

Roofing Insulation GAF FL16311 EnergyGuard HD Barrier Polyiso Cover Board, EnergyGuard NH HD Polyiso Cover Board,
EnergyGuard HD Polyiso Cover Board EnergyGuard NH HD Barrier Polyiso Cover Board, EnergyGuard HD Plus Polyiso Cover

Board or EnergyGuard NH HD Plus Polyiso Cover Board
Georgia-Pacific Gypsum, LLC FL1250 DensDeck Prime DensDeck StormX Prime Roof Board
Vapor Barrier GAF N/A GAF SA Vapor Retarder XL GAF SA Vapor Retarder XL40

19 “MDP” = Maximum Design Pressure is the result of testing for wind load resistance based on allowable wind loads. Refer to FBC or IBC 1609 for determination of design wind loads. (Notes 9 and 10)
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TABLE 1A: WOOD DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys Deck e o MDP
ttac ttac
No. (Note 1) (psf)
ote Type NS Type R Base Ply Ply Cap Ply
Min. 19/32-inch Min. 1.5-inch EnergyGuard Polyiso Insulation, Min. 0.25-inch DensDeck BP-AA, SBS-AA, (Optional) One or SBS-AA SBS-
W-1 plywood or OSB; 2 EnergyGuard Ultra Polyiso Insulation, EnergyGuard LRF-XF Prime or SECUROCK LRF-XF SBS-TA or APP- more BP-AA, SBS-AA, TA or A,PP TA -52.5
ft span RA Gypsum-Fiber Roof Board TA SBS-TA or APP-TA

TABLE 18: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Fast Attach e MDP
No. (Note 1) astener ttac ttac of
o Type (Note 2, Note 11) (Note 17) Type (Notes 6,7,8) A A7 SERY
Min. 1-inch E Drill-Tec #12 i | iti 11 in. 1.5-inch .
Min. 19/32-inch |n. inc n.ergyGuard rill-Tec : Optiona addltlonz?\ ayer(s),_mln 5-inc (Optional)
) Polyiso Insulation or Fastener with 1 per EnergyGuard Polyiso Insulation or EnergyGuard Ultra SBS-TA,
W-2 plywood or 1-inch ; Y . ; ) ! g LRF-XF SBS-SA SBS-TA, -52.5
wood plank: 2 ft span EnergyGuard Ultra Drill-Tec 3” Steel 1.8 ft Polyiso Insulation followed by Min. 0.25-inch APP-TA APP-TA
planiq P Polyiso Insulation Plate SECUROCK Gypsum-Fiber Roof Board

TABLE 1c: WOOD DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
System Deck Fast Attach Attach MDP
No. (Note 1) Type astener Attach Type (Notes Type (Notes Base Ply Ply CapPly | (psf)
(Note 11) 6,7,8
CONVENTIONAL SYSTEMS:
Min. 0.5-inch
:\:lr; 15/32- GAFGLAS #75 Base Sheet, 32ga., 1- 8-inch o.c. at min. Min. 1-inch EnerevGuard SDt;:;:ittodek High (Optional)
Tri-Ply #75 Base Sheet, 5/8-inch dia. | 4-inch laps and 8- N ) 8y . ¥ p SBS-
plywood or . . X . . Polyiso Insulation, Fiberboard Roof BP-AA,
! GAFGLAS #80 Ultima Base tin caps with | inch o.c. in two, Hot K Hot BP-AA, SBS- AA,
W-3 1-inch EnergyGuard Ultra Insulation or SBS-AA, -45.0
Sheet, GAFGLAS Stratavent 11 ga. equally spaced, A ; ) asphalt ) asphalt AA SBS-TA,
wood K . . Polyiso Insulation or min. min. 0.4375- SBS-TA,
Nailable Venting Base Sheet, annular ring staggered center A . APP-TA
plank; 2 ft K . 1.5-inch EnergyGuard RA inch DEXcell APP-TA
Ruberoid 20 Smooth shank nails rows
span Cement Roof
Board
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SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

TABLE 1c: WOOD DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

NEmoO | etc.e

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
System Deck Fastener Attach Attach MDP
No. (Note 1) Type Attach Type (Notes Type (Notes Base Ply Ply CapPly | (psf)
e 6,78 67,8
Min. 0.25-inch
Min. 15/32- | ArGLAS #75 Base Sheet, 32 ga,, 1- 8-inch o.c. at min. o RerQeck PRge .
inch ) . ) . Min. 1-inch EnergyGuard or SECUROCK (Optional)
lvwood or Tri-Ply #75 Base Sheet, 5/8-inch dia. | 4-inch laps and 8- Polviso Insulation Gyosum-Fiber BP_AA SBS-
Py GAFGLAS #80 Ultima Base tin caps with | inch o.c. in two, B ' Hot VP Hot BP-AA, SBS- . AA,
W-4 1-inch EnergyGuard Ultra Roof Board or SBS-AA, -45.0
Sheet, GAFGLAS Stratavent 11 ga. equally spaced, . . . asphalt . asphalt AA SBS-TA,
wood K . . Polyiso Insulation or min. min. 0.4375- SBS-TA,
Nailable Venting Base Sheet, annular ring staggered center A . APP-TA
plank; 2 ft I . 1.5-inch EnergyGuard RA inch DEXcell APP-TA
Ruberoid 20 Smooth shank nails rows
span Cement Roof
Board
Min. 15/32-
X AFGLAS #75 B heet, 2ga., 1- -inch o.c. in. o ) ) .
inch G ) GLAS #75 Base Sheet 3 g? ) 8 !nc o.C. at min Min. 1-inch EnergyGuard Min. 0.25-inch (Optional)
vwood or Tri-Ply #75 Base Sheet, 5/8-inch dia. | 4-inch laps and 8- Polviso Insulation DensDeck Prime BP_AA SBS-
Py GAFGLAS #80 Ultima Base tin caps with | inch o.c. in two, v ' Hot Hot SBS-TA, ' AA,
W-5 1-inch EnergyGuard Ultra or SECUROCK SBS-AA, -45.0
Sheet, GAFGLAS Stratavent 11 ga. equally spaced, X . Y asphalt X asphalt APP-TA SBS-TA,
wood K . . Polyiso Insulation or min. Gypsum-Fiber SBS-TA,
lank: 2 ft Nailable Venting Base Sheet, annular ring staggered center 1.5-inch EnerevGuard RA Roof Board APP-TA APP-TA
span ’ Ruberoid 20 Smooth shank nails rows ’ &Y
Min. 0.5-inch
Min. 19/32- | GAFGLAS #80 Ultima Base 32ga. 1 9-inch o.c. at the Structodek High
inch Sheet, GAFGLAS Stratavent g. v . . g Min. 1-inch EnergyGuard Density (Optional)
L R . 5/8-inch dia. min. 4-inch lap X . . SBS-
plywood or | Eliminator Nailable Venting . X ! . Polyiso Insulation, Fiberboard Roof BP-AA,
. . tin caps with | and 12-inch o.c. in Hot K Hot BP-AA, SBS- AA,
W-6 1-inch Base Sheet, Ruberoid 20 EnergyGuard Ultra Insulation or SBS-AA, -45.0
X 11 ga. two, equally . . ) asphalt K asphalt AA SBS-TA,
wood Smooth, Ruberoid Mop annular rin spaced. stageered Polyiso Insulation or min. min. 0.4375- SBS-TA, APP-TA
plank; 2 ft Smooth, Ruberoid Mop . g P 1 313E8 1.5-inch EnergyGuard RA inch DEXcell APP-TA
shank nails center rows
span Smooth 1.5 Cement Roof
Board
Min. 0.25-inch
Min. 19/32- | GAFGLAS #80 Ultima Base 3264 1 9-inch o.c. at the DensDeck Prime
inch Sheet, GAFGLAS Stratavent 5/8g—ir;,ch dia min 4—ir;clh la Min. 1-inch EnergyGuard or SECUROCK (Optional) SBs-
plywood or Eliminator Nailable Venting . > y P . Polyiso Insulation, Gypsum-Fiber BP-AA,
. . tin caps with and 12-inch o.c. in Hot Hot BP-AA, SBS- AA,
W-7 1-inch Base Sheet, Ruberoid 20 11 g4 two. equall EnergyGuard Ultra asohalt Roof Board or asohalt AA SBS-AA, SBSTA -45.0
wood Smooth, Ruberoid Mop anngullar in s aéedq stay ered Polyiso Insulation or min. P min. 0.4375- P SBS-TA, APP TAI
plank; 2 ft Smooth, Ruberoid Mop . & P » S1AEE 1.5-inch EnergyGuard RA inch DEXcell APP-TA
shank nails center rows
span Smooth 1.5 Cement Roof
Board
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SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

TABLE 1c: WOOD DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

NEmoO | etc.e

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
System Deck Attach Attach MDP
Fastener
No. (Note 1) Type Attach Type (Notes Type (Notes Base Ply Ply CapPly | (psf)
(Note 11)
6,7,8 6,7,8
Min. 19/32- | GAFGLAS #80 Ultima Base .
inch Sheet, GAFGLAS Stratavent 32 g:a., ! ) 9 !nch ?'c' at the Min. 1-inch EnergyGuard Min. 0.25-inch (Optional)
L R . 5/8-inch dia. min. 4-inch lap R . . SBS-
plywood or | Eliminator Nailable Venting . X . . Polyiso Insulation, DensDeck Prime BP-AA,
. . tin caps with and 12-inch o.c. in Hot Hot SBS-TA, AA,
W-8 1-inch Base Sheet, Ruberoid 20 EnergyGuard Ultra or SECUROCK SBS-AA, -45.0
K 11 ga. two, equally . . . asphalt . asphalt APP-TA SBS-TA,
wood Smooth, Ruberoid Mop annular rin spaced. staggered Polyiso Insulation or min. Gypsum-Fiber SBS-TA, APP-TA
plank; 2 ft | Smooth, Ruberoid Mop ng | spaced, stagg 1.5-inch EnergyGuard RA Roof Board APP-TA
shank nails center rows
span Smooth 1.5
Min. 0.5-inch
Min. 15/32- 32ga., 1- Structodek High
! /32| GAFGLAS #75 Base Sheet, & . o \ & .
inch ) 5/8-inch 6-inch o.c. at the Min. 1-inch EnergyGuard Density (Optional)
Tri-Ply #75 Base Sheet, L ) . X . . SBS-
plywood or ; diameter tin 4-inch lap and 6- Polyiso Insulation, Fiberboard Roof BP-AA,
} GAFGLAS #80 Ultima Base ) ) . Hot . Hot BP-AA, SBS- AA,
W-9 1-inch caps with 12 inch o.c. in two EnergyGuard Ultra Insulation or SBS-AA, -52.5
Sheet, GAFGLAS Stratavent A ; ) asphalt - asphalt AA SBS-TA,
wood K . ga. annular staggered center Polyiso Insulation or min. min. 0.4375- SBS-TA,
Nailable Venting Base Sheet, . . X APP-TA
plank; 2 ft ) ring shank rows 1.5-inch EnergyGuard RA inch DEXcell APP-TA
Ruberoid 20 Smooth h
span nails Cement Roof
Board
Min. 0.25-inch
Min. 15/32- 32ga, 1- DensDeck Prime
AFGLAS #75 B h !
inch G ) GLAS #75 Base Sheet, 5/8-inch 6-inch o.c. at the Min. 1-inch EnergyGuard or SECUROCK (Optional)
lywood or Tri-Ply #75 Base Sheet, diameter tin 4-inch lap and 6 Polyiso Insulation Gypsum-Fiber BP-AA, SBS-
oy GAFGLAS #80 Ultima Base ! : [ v ’ Hot vp Hot BP-AA, SBS- , AA,
W-10 1-inch caps with 12 inch o.c. in two EnergyGuard Ultra Roof Board or SBS-AA, -52.5
Sheet, GAFGLAS Stratavent h . . asphalt ; asphalt AA SBS-TA,
wood K . ga. annular staggered center Polyiso Insulation or min. min. 0.4375- SBS-TA,
Nailable Venting Base Sheet, . A . APP-TA
plank; 2 ft ) ring shank rows 1.5-inch EnergyGuard RA inch DEXcell APP-TA
Ruberoid 20 Smooth N
span nails Cement Roof
Board
Min. 15/32- 32ga., 1-
AFGLAS #75 B h !
inch G ) GLAS #75 Base Sheet, 5/8-inch 6-inch o.c. at the Min. 1-inch EnergyGuard Min. 0.25-inch (Optional)
Tri-Ply #75 Base Sheet, . . . X . R SBS-
plywood or . diameter tin 4-inch lap and 6- Polyiso Insulation, DensDeck Prime BP-AA,
. GAFGLAS #80 Ultima Base . . . Hot Hot SBS-TA, AA,
W-11 1-inch caps with 12 inch o.c. in two EnergyGuard Ultra or SECUROCK SBS-AA, -52.5
Sheet, GAFGLAS Stratavent A ; ) asphalt . asphalt APP-TA SBS-TA,
wood K . ga. annular staggered center Polyiso Insulation or min. Gypsum-Fiber SBS-TA,
lank; 2fr | Nallable Venting Base Sheet, | oo oni | rows 1.5-inch EnergyGuard RA Roof Board appTA | APPTA
span ’ Ruberoid 20 Smooth nai?s &Y
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TABLE 1c: WOOD DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
System Deck Attach Attach MDP
No (Note 1) T Fastener ( ( (psf)
. ype Attach Type Notes Type Notes Base Ply Ply Cap Ply S
e 6,78 67,8
Min. 0.5-inch
Min. 19/32- | G ArGLAS #75 Base Sheet, 32ga., 1- . o Structodek High .
inch ) 5/8-inch 8-inch o.c. at the Min. 1-inch EnergyGuard Density (Optional)
Tri-Ply #75 Base Sheet, ! . . . . . SBS-
plywood or : diameter tin 4-inch lap and 8- Polyiso Insulation, Fiberboard Roof BP-AA,
. GAFGLAS #80 Ultima Base . . . Hot X Hot BP-AA, SBS- AA,
W-12 1-inch caps with 12 inch o.c. in two EnergyGuard Ultra Insulation or SBS-AA, -52.5
Sheet, GAFGLAS Stratavent ; . . asphalt K asphalt AA SBS-TA,
wood K . ga. annular staggered center Polyiso Insulation or min. min. 0.4375- SBS-TA,
Nailable Venting Base Sheet, . . . APP-TA
plank; 2 ft ) ring shank rows 1.5-inch EnergyGuard RA inch DEXcell APP-TA
Ruberoid 20 Smooth h
span nails Cement Roof
Board
Min. 0.25-inch
Min. 19/32- 32ga, 1- DensDeck Prime
. GAFGLAS #75 B Sheet, Y R . . .
inch ) ase shee 5/8-inch 8-inch o.c. at the Min. 1-inch EnergyGuard or SECUROCK (Optional)
lywood or Tri-Ply #75 Base Sheet, diameter tin 4-inch lap and 8- Polyiso Insulation Gypsum-Fiber BP-AA, SBS-
Py GAFGLAS #80 Ultima Base \ ) P v g Hot vp Hot BP-AA, SBS- , AA,
W-13. 1-inch caps with 12 inch o.c. in two EnergyGuard Ultra Roof Board or SBS-AA, -52.5
Sheet, GAFGLAS Stratavent . ) : asphalt A asphalt AA SBS-TA,
wood K . ga. annular staggered center Polyiso Insulation or min. min. 0.4375- SBS-TA,
Nailable Venting Base Sheet, 8 . X APP-TA
plank; 2 ft K ring shank rows 1.5-inch EnergyGuard RA inch DEXcell APP-TA
Ruberoid 20 Smooth .
span nails Cement Roof
Board
Min. 15/32- 32ga., 1-
inch ?:;?LA#ggézsiagﬁs:teet' 5/8-inch 6-inch o.c. at the Min. 1-inch EnergyGuard Min. 0.25-inch (Optional) SBS
plywood or v . ! diameter tin 4-inch lap and 6- Polyiso Insulation, DensDeck Prime BP-AA,
. GAFGLAS #80 Ultima Base . . Y Hot Hot SBS-TA, AA,
W-14. 1-inch caps with 12 inch o.c. in two EnergyGuard Ultra or SECUROCK SBS-AA, -52.5
Sheet, GAFGLAS Stratavent A ) ) asphalt . asphalt APP-TA SBS-TA,
wood K . ga. annular staggered center Polyiso Insulation or min. Gypsum-Fiber SBS-TA,
lank; 2 ft Nailable Venting Base Sheet, ring shank rows 1.5-inch EnergyGuard RA Roof Board APP-TA APP-TA
plan; Ruberoid 20 Smooth & ’ gy
span nails
Min. 0.5-inch
Min. 19/32- | GAFGLAS #80 Ultima Base . Structodek High
inch Sheet, GAFGLAS Stratavent " 4 g?" 1- ) 9—.|nch (,)'c' at the Min. 1-inch EnergyGuard Density (Optional)
e i . 5/8-inch dia. min. 4-inch lap X . . SBS-
plywood or | Eliminator Nailable Venting . X . . Polyiso Insulation, Fiberboard Roof BP-AA,
. . tin caps with and 9-inch o.c. in Hot K Hot BP-AA, SBS- AA,
W-15. 1-inch Base Sheet, Ruberoid 20 11 g4 two. equall EnergyGuard Ultra asohalt Insulation or asohalt AA SBS-AA, SBSTA -60.0
wood Smooth, Ruberoid Mop anngullar in s aéedq stay ered Polyiso Insulation or min. P min. 0.4375- P SBS-TA, APP TAI
plank; 2 ft Smooth, Ruberoid Mop . & P » S1AEE 1.5-inch EnergyGuard RA inch DEXcell APP-TA
shank nails center rows
span Smooth 1.5 Cement Roof
Board
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TABLE 1c: WOOD DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
System Deck Attach Attach MDP
Fastener
No. (Note 1) Type Attach Type (Notes Type (Notes Base Ply Ply CapPly | (psf)
e 6,78 67,8
Min. 0.25-inch
Min. 19/32- | GAFGLAS #80 Ultima Base 39 g2 1- 9-inch o.c. at the DensDeck Prime
inch Sheet, GAFGLAS Stratavent g. v . o Min. 1-inch EnergyGuard or SECUROCK (Optional)
L R . 5/8-inch dia. min. 4-inch lap R . < SBS-
plywood or | Eliminator Nailable Venting . X . . Polyiso Insulation, Gypsum-Fiber BP-AA,
. . tin caps with | and 9-inch o.c. in Hot Hot BP-AA, SBS- AA,
W-16 1-inch Base Sheet, Ruberoid 20 EnergyGuard Ultra Roof Board or SBS-AA, -60.0
X 11 ga. two, equally . . . asphalt . asphalt AA SBS-TA,
wood Smooth, Ruberoid Mop annular rin spaced. stageered Polyiso Insulation or min. min. 0.4375- SBS-TA, APP-TA
plank; 2 ft | Smooth, Ruberoid Mop Ng | spaced, stagg 1.5-inch EnergyGuard RA inch DEXcell APP-TA
shank nails center rows
span Smooth 1.5 Cement Roof
Board
Min. 19/32- | GAFGLAS #80 Ultima Base — 9-inch o.c. at the
inch Sheet, GAFGLAS Stratavent ga., 1o ) o Min. 1-inch EnergyGuard Min. 0.25-inch (Optional)
L R . 5/8-inch dia. min. 4-inch lap X . . SBS-
plywood or | Eliminator Nailable Venting tin caps with and 9-inch o.c. in Polyiso Insulation, Hot DensDeck Prime Hot SBS-TA BP-AA, AA
W-17 1-inch Base Sheet, Ruberoid 20 P e EnergyGuard Ultra or SECUROCK g SBS-AA, 4 -60.0
X 11 ga. two, equally X . Y asphalt X asphalt APP-TA SBS-TA,
wood Smooth, Ruberoid Mop annular rin spaced. stageered Polyiso Insulation or min. Gypsum-Fiber SBS-TA, APP-TA
plank; 2 ft Smooth, Ruberoid Mop . g P » SLaEg 1.5-inch EnergyGuard RA Roof Board APP-TA
shank nails center rows
span Smooth 1.5
SELF-ADHERING BASE PLY:
Min. 19/32- | GAFGLAS #80 Ultima Base ]
inch Sheet, GAFGLAS Stratavent 32 g 1- ) 9—.|nch o4 g Min. 1-inch EnergyGuard Min. 0.25-inch )
o . ) 5/8-inch dia. | min. 2-inch lap A ) . (Optional) | SBS-SA,
plywood or | Eliminator Nailable Venting tin caps with and 12-inch o.c. in Polyiso Insulation, Hot DensDeck Prime Hot SBS-SA SBS-TA
W-18 1-inch Base Sheet, Ruberoid 20 P h EnergyGuard Ultra or SECUROCK SBS-SA ! -45.0
K 11 ga. two, equally ¢ . ) asphalt X asphalt SBS-TAor | or APP-
wood Smooth, Ruberoid Mop . Polyiso Insulation or min. Gypsum-Fiber
X annular ring spaced, staggered . APP-TA TA
plank; 2 ft Smooth, Ruberoid Mop . 1.5-inch EnergyGuard RA Roof Board
shank nails center rows
span Smooth 1.5
VENTING SYSTEMS:
:\::; 15/32- GAFGLAS #75 Base Sheet, 32ga., 1- 8-inch o.c. at min.
Tri-Ply #75 Base Sheet, 5/8-inch dia. | 4-inch laps and 8- Min. 1-inch EnergyGuard (Optional) )
plywood or . . X . . . . s (Optional)
! GAFGLAS #80 Ultima Base tin caps with | inch o.c. in two, Polyiso Insulation, Hot Additional Hot
W-19 1-inch BP-LL BP-AA, SBS-AA -45.0
wood Sheet, GAFGLAS Stratavent 11 ga. equally spaced, EnergyGuard Ultra asphalt layer(s) base asphalt SBS-AA
lank: 2 ft Nailable Venting Base Sheet, annular ring staggered center Polyiso Insulation insulation
span ’ Ruberoid 20 Smooth shank nails rows
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SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

TABLE 1c: WOOD DECKS —NEW CONSTRUCTION orR REROOF (TEAR-OFF)

NEmoO | etc.e

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
System Deck Attach Attach MDP
Fastener
No. (Note 1) Type Attach Type (Notes Type (Notes Base Ply Ply CapPly | (psf)
e 6,78 67,8
Mln. 19/32- | GAFGLAS #80 Ultima Base 32ga, 1- 9-inch o.c. at the
inch Sheet, GAFGLAS Stratavent X . . K . . .
L R . 5/8-inch dia. min. 4-inch lap Min. 1-inch EnergyGuard (Optional) .
plywood or | Eliminator Nailable Venting tin caps with and 12-inch o.c. in Polyiso Insulation Hot Additional Hot (Optional)
Lol L-inch Base Sheet, Ruberoid 20 11 ap two, equall - Eneyr Guard UItr; asphalt layer(s) base asphalt BP-LL BP-AA, SBS-AA | -45.0
wood smooth, Ruberoid Mop anr1gul;=\r rin S| at;edc| stay ered Pol i?(; Insulation P inZuIation i SBS-AA
plank; 2 ft Smooth, Ruberoid Mop . g P » Stagg Y
shank nails center rows
span Smooth 1.5
:\:g;] 15/32- GAFGLAS #75 Base Sheet, 32ga., 1- 6-inch o.c. at min.
Tri-Ply #75 Base Sheet, 5/8-inch dia. | 4-inch laps and 6- Min. 1-inch EnergyGuard (Optional) )
plywood or ; . X . . X . \ B (Optional)
! GAFGLAS #80 Ultima Base tin caps with inch o.c. in two, Polyiso Insulation, Hot Additional Hot
W-21 1-inch BP-LL BP-AA, SBS-AA -52.5
wood Sheet, GAFGLAS Stratavent 11 ga. equally spaced, EnergyGuard Ultra asphalt layer(s) base asphalt SBS-AA
lank: 2 ft Nailable Venting Base Sheet, annular ring staggered center Polyiso Insulation insulation
P ’ Ruberoid 20 Smooth shank nails rows
span
:\::P: 1 GAFGLAS #75 Base Sheet, ngglan’cﬁ 8-inch o.c. at the
Tri-Ply #75 Base Sheet, ’ ) ) " Min. 1-inch EnergyGuard (Optional) )
plywood or . diameter tin 4-inch lap and 8- R . L (Optional)
: GAFGLAS #80 Ultima Base . . . Polyiso Insulation, Hot Additional Hot
W-22. 1-inch caps with 12 inch o.c. in two BP-LL BP-AA, SBS-AA -52.5
Sheet, GAFGLAS Stratavent EnergyGuard Ultra asphalt layer(s) base asphalt
wood K . ga. annular staggered center . . . . SBS-AA
lank: 2 ft Nailable Venting Base Sheet, ring shank rows Polyiso Insulation insulation
plank; Ruberoid 20 Smooth g
span nails
Mln. 19/32- | GAFGLAS #80 Ultima Base 32ga, 1- 9-inch o.c. at the
inch Sheet, GAFGLAS Stratavent . . G S :
. A ) 5/8-inch dia. | min. 4-inch lap Min. 1-inch EnergyGuard (Optional) )
plywood or | Eliminator Nailable Venting tin caps with and 9-inch o.c. in Polyiso Insulation Hot Additional Hot (Optional)
Ww-23 L-inch Base Sheet, Ruberoid 20 11 ap two, equall N Eneyr Guard UItr; asphalt layer(s) base asphalt BP-LL BP-AA, SBS-AA | -60.0
wood smooth, Ruberoid Mop anngullar rin s ac,edq stay ered Pol i?c/) Insulation P inZuIation P SBS-AA
plank; 2 ft Smooth, Ruberoid Mop . € P » S1eEE 4
shank nails center rows
span Smooth 1.5
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NEmoO | etc.e

TABLE 1p: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeArR-OFF) oR RECOVER

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
System Deck Fastener Attach Attach MDP
No. (Note 1) Type (Note 2, Attach Type (Notes Type (Notes Base Ply Ply Cap Ply (psf)
Note 11) 6,7,8 6,7,8
CONVENTIONAL SYSTEMS:
Min. 0.5-inch
Min. 19/32- GAFGLAS #75 Base Sheet, 12.—inch. o.c. at the Min. 1-inch . Struc.todek High (Optional)
inch blvwood Tri-Ply #75 Base Sheet, min. 4-inch lap EnergyGuard Polyiso Density BP-AA SBS-AA
.py GAFGLAS #80 Ultima Base and 12-inch o.c.in | Insulation, EnergyGuard | Hot Fiberboard Roof Hot BP-AA, SBS- ! !
W-24. or 1-inch Note 2 ! . . SBS-AA, SBS-TA, -45.0
Sheet, GAFGLAS Stratavent two, equally Ultra Polyiso Insulation asphalt Insulation or asphalt AA
wood plank; 2 . . . . . . SBS-TA, APP-TA
£t span Nailable Venting Base spaced, staggered or min. 1.5-inch min. 0.4375-inch APP-TA
P Sheet, Ruberoid 20 Smooth center rows EnergyGuard RA DEXcell Cement
Roof Board
Min. 0.25-inch
Min. 19/32 GAFGLAS #75 Base Sheet, 12-inch o.c. at the Min. 1-inch DensDeck Prime (Optional)
inch. lvwood Tri-Ply #75 Base Sheet, min. 4-inch lap EnergyGuard Polyiso or SECUROCK BPF—)AA SBS-AA
.py GAFGLAS #80 Ultima Base and 12-inch o.c.in | Insulation, EnergyGuard | Hot Gypsum-Fiber Hot BP-AA, SBS- ! !
W-25. or 1-inch Note 2 ! . SBS-AA, SBS-TA, -45.0
Sheet, GAFGLAS Stratavent two, equally Ultra Polyiso Insulation asphalt Roof Board or asphalt AA
wood plank; 2 . X . . . R SBS-TA, APP-TA
£t span Nailable Venting Base spaced, staggered or min. 1.5-inch min. 0.4375-inch APP-TA
P Sheet, Ruberoid 20 Smooth center rows EnergyGuard RA DEXcell Cement
Roof Board
Min. 19/32- GAFGLAS #75 Base Sheet, 12'-|nch. o.c. at the Min. 1-inch . Min. 0.25-inch (Optional)
. Tri-Ply #75 Base Sheet, min. 4-inch lap EnergyGuard Polyiso .
inch plywood R X , . DensDeck Prime BP-AA, SBS-AA,
. GAFGLAS #80 Ultima Base and 12-inch o.c.in | Insulation, EnergyGuard | Hot Hot SBS-TA,
W-26. or 1-inch Note 2 ’ ) or SECUROCK SBS-AA, SBS-TA, -45.0
Sheet, GAFGLAS Stratavent two, equally Ultra Polyiso Insulation asphalt . asphalt APP-TA
wood plank; 2 . X . . Gypsum-Fiber SBS-TA, APP-TA
ft span Nailable Venting Base spaced, staggered or min. 1.5-inch Roof Board APP-TA
P Sheet, Ruberoid 20 Smooth center rows EnergyGuard RA
Min. 0.5-inch
Min. 15/32- GAFGLAS #75 Base Sheet, 1§-|nch o.c. at the Min. 1-inch . Struc'todek High (Optional)
inch blvwood Tri-Ply #75 Base Sheet, Note 2 min. 4-inch lap EnergyGuard Polyiso Density BP-AA SBS-AA
W-27 or 1—iF:1Zh GAFGLAS #80 Ultima Base (#14 and 16-inch o.c. in Insulation, EnergyGuard | Hot Fiberboard Roof Hot BP-AA, SBS- SBS—AA SBS—TA’ 525
’ Sheet, GAFGLAS Stratavent two, equally Ultra Polyiso Insulation asphalt Insulation or asphalt AA ! ¢ '
wood plank; 2 . . ONLY) ) . . . SBS-TA, APP-TA
ft span Nailable Venting Base spaced, staggered | or min. 1.5-inch min. 0.4375-inch APP-TA
P Sheet, Ruberoid 20 Smooth center rows EnergyGuard RA DEXcell Cement
Roof Board
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ & 2018 IBC PEER-GAF-007.A.R50 for FL5680-R50 (NON-HVHZ)
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NEmoO | etc.e
TABLE 1p: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
System Deck Fastener Attach Attach MDP
No. (Note 1) Type (Note 2 Attach Type (Notes Type (Notes Base Ply Ply Cap Ply (psf)
Note 11) 6,7,8 6,7,8
Min. 0.25-inch
. GAFGLAS #75 Base Sheet, 16-inch o.c. at the Min. 1-inch DensDeck Prime .
Mm' 15/32- Tri-Ply #75 Base Sheet, min. 4-inch lap EnergyGuard Polyiso or SECUROCK (Optional)
inch plywood R Note 2 X . . . BP-AA, SBS-AA,
: GAFGLAS #80 Ultima Base and 16-inch o.c. in | Insulation, EnergyGuard | Hot Gypsum-Fiber Hot BP-AA, SBS-
W-28. or 1-inch (#14 , - SBS-AA, SBS-TA, -52.5
Sheet, GAFGLAS Stratavent two, equally Ultra Polyiso Insulation asphalt Roof Board or asphalt AA
wood plank; 2 . ; ONLY) ) . ; ; SBS-TA, APP-TA
£t span Nailable Venting Base spaced, staggered or min. 1.5-inch min. 0.4375-inch APP-TA
P Sheet, Ruberoid 20 Smooth center rows EnergyGuard RA DEXcell Cement
Roof Board
Min. 15/32- GAFGLAS #75 Base Sheet, 1§—|nch o.c. at the Min. 1-inch . Min. 0.25-inch (Optional)
. Tri-Ply #75 Base Sheet, min. 4-inch lap EnergyGuard Polyiso .
inch plywood R Note 2 X . . DensDeck Prime BP-AA, SBS-AA,
) GAFGLAS #80 Ultima Base and 16-inch o.c. in | Insulation, EnergyGuard | Hot Hot SBS-TA,
W-29. or 1-inch (#14 ’ : or SECUROCK SBS-AA, SBS-TA, -52.5
Sheet, GAFGLAS Stratavent two, equally Ultra Polyiso Insulation asphalt . asphalt APP-TA
wood plank; 2 . X ONLY) . . Gypsum-Fiber SBS-TA, APP-TA
£t span Nailable Venting Base spaced, staggered or min. 1.5-inch Roof Board APP-TA
P Sheet, Ruberoid 20 Smooth center rows EnergyGuard RA
Min. 0.5-inch
Min. 15/32- GAFGLAS #75 Base Sheet, 12'-|nch. o.c. at the Min. 1-inch . Struc'todek High (Optional)
inch plywood Tri-Ply #75 Base Sheet, Note 2 min. 4-inch lap EnergyGuard Polyiso Density BP-AA SBS-AA
: GAFGLAS #80 Ultima Base and 12-inch o.c.in | Insulation, EnergyGuard | Hot Fiberboard Roof Hot BP-AA, SBS- ! !
W-30. or 1-inch (#14 i ) . SBS-AA, SBS-TA, -60.0
Sheet, GAFGLAS Stratavent two, equally Ultra Polyiso Insulation asphalt Insulation or asphalt AA
wood plank; 2 . . ONLY) . . . . SBS-TA, APP-TA
ft span Nailable Venting Base spaced, staggered or min. 1.5-inch min. 0.4375-inch APP-TA
P Sheet, Ruberoid 20 Smooth center rows EnergyGuard RA DEXcell Cement
Roof Board
Min. 0.25-inch
Min. 15/32- GAFGLAS #75 Base Sheet, 12-inch o.c. at the Min. 1-inch DensDeck Prime (Optional)
inch. vwood Tri-Ply #75 Base Sheet, Note 2 min. 4-inch lap EnergyGuard Polyiso or SECUROCK BPF-)AA SBS-AA
.py GAFGLAS #80 Ultima Base and 12-inch o.c. in | Insulation, EnergyGuard | Hot Gypsum-Fiber Hot BP-AA, SBS- ! !
W-31. or 1-inch (#14 i ) SBS-AA, SBS-TA, -60.0
Sheet, GAFGLAS Stratavent two, equally Ultra Polyiso Insulation asphalt Roof Board or asphalt AA
wood plank; 2 . . ONLY) ) . ; . SBS-TA, APP-TA
£t span Nailable Venting Base spaced, staggered or min. 1.5-inch min. 0.4375-inch APP-TA
P Sheet, Ruberoid 20 Smooth center rows EnergyGuard RA DEXcell Cement
Roof Board
Min. 15/32- GAFGLAS #75 Base Sheet, 12'-|nch. o.c. at the Min. 1-inch . Min. 0.25-inch (Optional)
. Tri-Ply #75 Base Sheet, min. 4-inch lap EnergyGuard Polyiso .
inch plywood R Note 2 X . . DensDeck Prime BP-AA, SBS-AA,
. GAFGLAS #80 Ultima Base and 12-inch o.c.in | Insulation, EnergyGuard | Hot Hot SBS-TA,
W-32. or 1-inch (#14 ’ ) or SECUROCK SBS-AA, SBS-TA, -60.0
Sheet, GAFGLAS Stratavent two, equally Ultra Polyiso Insulation asphalt . asphalt APP-TA
wood plank; 2 . K ONLY) . . Gypsum-Fiber SBS-TA, APP-TA
ft span Nailable Venting Base spaced, staggered or min. 1.5-inch Roof Board APP_TA
P Sheet, Ruberoid 20 Smooth center rows EnergyGuard RA
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ & 2018 IBC PEER-GAF-007.A.R50 for FL5680-R50 (NON-HVHZ)
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NEmoO | etc.e
TABLE 1p: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
System Deck Fastener Attach Attach MDP
No. (Note 1) Type (Note 2 Attach Type (Notes Type (Notes Base Ply Ply Cap Ply (psf)
Note 11) 6,7,8 6,7,8
Min. 0.5-inch
Min. 19/32- GAFGLAS #75 Base Sheet, 12.—|nch. o.c. at the Min. 1-inch . StrucFodek High (Optional)
inch blvwood Tri-Ply #75 Base Sheet, min. 2-inch lap EnergyGuard Polyiso Density BP-AA SBS-AA
P GAFGLAS #80 Ultima Base and 12-inch o.c.in | Insulation, EnergyGuard | Hot Fiberboard Roof | Hot BP-AA, SBS- , '
W-33. or 1-inch Note 2 , - . SBS-AA, SBS-TA, -60.0
Sheet, GAFGLAS Stratavent three, equally Ultra Polyiso Insulation asphalt Insulation or asphalt AA
wood plank; 2 . X . . . . SBS-TA, APP-TA
£t span Nailable Venting Base spaced, staggered or min. 1.5-inch min. 0.4375-inch APP-TA
P Sheet, Ruberoid 20 Smooth center rows EnergyGuard RA DEXcell Cement
Roof Board
Min. 0.25-inch
Min, 19/32- GAFGLAS #75 Base Sheet, 12-inch o.c. at the Min. 1-inch DensDeck Prime (Optional)
inch‘ vwood Tri-Ply #75 Base Sheet, min. 2-inch lap EnergyGuard Polyiso or SECUROCK BP’-)AA SBS-AA
Py GAFGLAS #80 Ultima Base and 12-inch o.c.in | Insulation, EnergyGuard | Hot Gypsum-Fiber Hot BP-AA, SBS- , '
W-34. or 1-inch Note 2 ’ - SBS-AA, SBS-TA, -60.0
Sheet, GAFGLAS Stratavent three, equally Ultra Polyiso Insulation asphalt Roof Board or asphalt AA
wood plank; 2 . X . ) . . SBS-TA, APP-TA
£t span Nailable Venting Base spaced, staggered or min. 1.5-inch min. 0.4375-inch APP-TA
P Sheet, Ruberoid 20 Smooth center rows EnergyGuard RA DEXcell Cement
Roof Board
AFGLAS #75 B h 12-inch o.c. in. 1-i
Min. 19/32- G . GLAS #75 Base Sheet, . inc .o c. at the Min. 1-inch . Min. 0.25-inch (Optional)
) Tri-Ply #75 Base Sheet, min. 2-inch lap EnergyGuard Polyiso .
inch plywood R . . N DensDeck Prime BP-AA, SBS-AA,
. GAFGLAS #80 Ultima Base and 12-inch o.c. in | Insulation, EnergyGuard | Hot Hot SBS-TA,
W-35. or 1-inch Note 2 . . or SECUROCK SBS-AA, SBS-TA, -60.0
Sheet, GAFGLAS Stratavent three, equally Ultra Polyiso Insulation asphalt . asphalt APP-TA
wood plank; 2 . X . . Gypsum-Fiber SBS-TA, APP-TA
£t span Nailable Venting Base spaced, staggered or min. 1.5-inch Roof Board APP-TA
P Sheet, Ruberoid 20 Smooth center rows EnergyGuard RA
Min. 0.5-inch
in. 1-i k High )
Min. 15/32- GAFGLAS #75 Base Sheet, 8-inch o.c. at the Min. 1-inch . Strut{tode ig (Optional)
inch plywood Tri-Ply #75 Base Sheet, Note 2 A-inch lap and 8- EnergyGuard Polyiso Density BP-AA SBS-AA
: GAFGLAS #80 Ultima Base . K Insulation, EnergyGuard | Hot Fiberboard Roof Hot BP-AA, SBS- ! !
W-36. or 1-inch (#14 inch o.c. in three ! . . SBS-AA, SBS-TA, -75.0*
Sheet, GAFGLAS Stratavent Ultra Polyiso Insulation asphalt Insulation or asphalt AA
wood plank; 2 . . ONLY) staggered center A . . . SBS-TA, APP-TA
£t span Nailable Venting Base rows or min. 1.5-inch min. 0.4375-inch APP-TA
P Sheet, Ruberoid 20 Smooth EnergyGuard RA DEXcell Cement
Roof Board
Min. 0.25-inch
L B in. 1-i DensD i .
Min. 15/32- GAFG AS #75 Base Sheet, 8-inch o.c. at the Min. 1-inch . ensDeck Prime (Optional)
. Tri-Ply #75 Base Sheet, . EnergyGuard Polyiso or SECUROCK
inch plywood R Note 2 4-inch lap and 8- . . BP-AA, SBS-AA,
) GAFGLAS #80 Ultima Base . X Insulation, EnergyGuard | Hot Gypsum-Fiber Hot BP-AA, SBS-
W-37. or 1-inch (#14 inch o.c. in three . . SBS-AA, SBS-TA, -82.5
Sheet, GAFGLAS Stratavent Ultra Polyiso Insulation asphalt Roof Board or asphalt AA
wood plank; 2 . . ONLY) staggered center . . . R SBS-TA, APP-TA
£t span Nailable Venting Base rows or min. 1.5-inch min. 0.4375-inch APP-TA
P Sheet, Ruberoid 20 Smooth EnergyGuard RA DEXcell Cement
Roof Board
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ & 2018 IBC PEER-GAF-007.A.R50 for FL5680-R50 (NON-HVHZ)
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NEmoO | etc.e
TABLE 1p: WOOD DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
System Deck Fastener Attach Attach MDP
No. (Note 1) Type (Note 2 Attach Type (Notes Type (Notes Base Ply Ply Cap Ply (psf)
Note 11) 6,7,8 6,7,8
Min. 15/32- | GAFGLAS #75 Base Sheet, ginchoc. atthe | Min- 1-inch _ Min. 0.25-inch (Optional)
. Tri-Ply #75 Base Sheet, . EnergyGuard Polyiso .
inch plywood R Note 2 4-inch lap and 8- . DensDeck Prime BP-AA, SBS-AA,
. GAFGLAS #80 Ultima Base . K Insulation, EnergyGuard | Hot Hot SBS-TA,
W-38. or 1-inch (#14 inch o.c. in three ! . or SECUROCK SBS-AA, SBS-TA, -82.5
Sheet, GAFGLAS Stratavent Ultra Polyiso Insulation asphalt . asphalt APP-TA
wood plank; 2 . X ONLY) staggered center . . Gypsum-Fiber SBS-TA, APP-TA
£t span Nailable Venting Base rows or min. 1.5-inch Roof Board APP-TA
P Sheet, Ruberoid 20 Smooth EnergyGuard RA
VENTING SYSTEMS:
Min. 15/32- GAFGLAS #75 Base Sheet, 16-inch o.c. at the
inch‘ vwood Tri-Ply #75 Base Sheet, Note 2 min. 4-inch lap Min. 1-inch (Optional) One or SBS-AA
.py GAFGLAS #80 Ultima Base and 16-inch o.c. in | EnergyGuard Polyiso Hot Additional Hot more BP- !
W-39. or 1-inch (#14 . BP-LL SBS-TA, -52.5
Sheet, GAFGLAS Stratavent two, equally Insulation, EnergyGuard | asphalt layer(s) base asphalt AA, SBS-
wood plank; 2 ) X ONLY) ! . . . APP-TA
£t span Nailable Venting Base spaced, staggered Ultra Polyiso Insulation insulation AA
P Sheet, Ruberoid 20 Smooth center rows
Min. 15/32- GAFGLAS #75 Base Sheet, 12-inch o.c. at the
inch' vwood Tri-Ply #75 Base Sheet, Note 2 min. 4-inch lap Min. 1-inch (Optional) One or SBS-AA
.py GAFGLAS #80 Ultima Base and 12-inch o.c.in | EnergyGuard Polyiso Hot Additional Hot more BP- !
W-40. or 1-inch (#14 . BP-LL SBS-TA, -60.0
Sheet, GAFGLAS Stratavent two, equally Insulation, EnergyGuard | asphalt layer(s) base asphalt AA, SBS-
wood plank; 2 ) . ONLY) . . . . APP-TA
ft span Nailable Venting Base spaced, staggered Ultra Polyiso Insulation insulation AA
P Sheet, Ruberoid 20 Smooth center rows
Min. 15/32- GAFGLAS #75 Base Sheet, 8-inch o.c. at the . : .
. Tri-Ply #75 Base Sheet, . Min. 1-inch (Optional) One or
inch plywood R Note 2 4-inch lap and 8- . " SBS-AA,
; GAFGLAS #80 Ultima Base . X EnergyGuard Polyiso Hot Additional Hot more BP-
W-41. or 1-inch (#14 inch o.c. in three . BP-LL SBS-TA, -82.5%
Sheet, GAFGLAS Stratavent Insulation, EnergyGuard | asphalt layer(s) base asphalt AA, SBS-
wood plank; 2 . K ONLY) staggered center . . . . APP-TA
i Nailable Venting Base Ultra Polyiso Insulation insulation AA
span Sheet, Ruberoid 20 Smooth rows
©ONEMO ETC, LLC P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ & 2018 IBC PEER-GAF-007.A.R50 for FL5680-R50 (NON-HVHZ)
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TABLE 1e: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer i :: " . MDP
No. (Note 1) Note 3, Note 13 T GRS cld Base PI PI Cap PI (psf)
{ ) ype (Note 2, Note 11) (Note 17) ase Fly Y ap Fly
CONVENTIONAL SYSTEMS:
. . Min. 0.75-inch, one or more Min. 1-inch Structodek High (Optional) BP- SBS-AA,
W-42. y;:;;%ﬁz;niznﬂy‘;’?j Z; layers, any combination, loose Density Fiberboard Roof Note 2 { p(fetrzz.o i;_AA’ SBS- AA, SBS-AA, SBS-TA, -45.0
plani; 2 1t sp laid Insulation SBS-TA, APP-TA | APP-TA
. . . . . BP-AA, SBS- | (Optional) BP- SBS-AA,
wes, | Mol myseodor | Ontra) oreorae s | M 028 SECURON | otz o
plank; 2tsp ¥ ’ s APP-TA SBS-TA, APP-TA | APP-TA
SELF-ADHERING BASE PLY:
Min. 15/32-inch plywood or (Optional) One or more layers, . . 1 per2.0 (Optional) SBS-
W-44. 1-inch wood plank; 2 ft span any combination, loose laid Min. 1.5-inch EnergyGuard RA Note 2 (#14 Fastener only) e SBS-SA SA SBS-SA 45.0
. . . Min. 1.5-inch EnergyGuard . . .
W-45 Min. 15/32-inch plywood or (Optional) One or more layers, Polviso Insulation. EnerayGuard Drill-Tec #12 Fastener and Drill-Tec 3” 1perl.8 SBS-SA (Optional) SBS- SBS-TA, 525
’ 1-inch wood plank; 2 ft span any combination, loose laid UItlYa ! &Y Steel Plate ft? TA, APP-TA APP-TA ’
Min. 1.5-inch E
W-46 Min. 15/32-inch plywood or (Optional) One or more layers, Polln isoslr::SIatigsrgE\:]iLrjarguard Drill-Tec #12 Fastener and Drill-Tec 3” 1perl.6 SBS-SA (Optional) SBS- SBS-TA, -60.0
’ 1-inch wood plank; 2 ft span any combination, loose laid UItIYa ! &y Steel Plate ft? TA, APP-TA APP-TA ’
VENTING SYSTEMS:
. . . Min. 1.5-inch EnergyGuard (Optional) One
W-47. g"::cfx 2(2) d'”clznpk'?";"?t"f ot g?jptc'zrr:f:))i:;:;:rg:s': I':i“’frs’ Polyiso Insulation or Note 2 ! p:tr21.3 BP-LL ormore BP-AA, | SBS-AA | -60.0%
plank; P v ! EnergyGuard Ultra SBS-AA
COLD-APPLIED SYSTEMS:
Min. 15/32-inch plywood or (Optional) One or more layers, Min. 0.25-inch SECUROCK 1per2.0 (Optional) SBS- "
W-48. 1-inch wood plank; 2 ft span any combination, loose laid Gypsum Fiber Roof Board Note 2 (#14 fasteners only) ft2 SBS-CAL CAl SBS-CAL -45.0
Min. 15/32-inch plywood or (Optional) One or more layers, Min. 0.25-inch SECUROCK 1perl.8 (Optional) SBS-
W-49. 1-inch wood plank; 2 ft span any combination, loose laid Gypsum Fiber Roof Board Note 2 (#14 fasteners only) ft2 SBS-CAL CAl SBS-CAL -60.0
1 1.
Note 2 (#14 fasteners only) p:trz 3
3
® ® © + @
fo 2o 1_ —5—ef 2=
Min. 15/32-inch plywood or (Optional) One or more layers, Min. 0.25-inch SECUROCK ® ® b ® ® ® (Optional) SBS-
- @ BS-CA1 BS-CA1 -82.
W-50 1-inch wood plank; 2 ft span any combination, loose laid Gypsum Fiber Roof Board I F—a— & SBS-CA CA1 SBS-CA 825
o ‘e e ro o o
e o e te o e
| g |
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TABLE 1F: WOOD DECKS — NEW CONSTRUCTION, REROOF (TeAR-OFF) orR RECOVER

SYSTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

NEmoO | etc.e

Insulation Layer(s)
Base Sheet Roof Cover (Note 15)
System Deck (Note 3, Note 13) MDP
No. (Note 1) (psf)
Type Attach Type Fastener Attach Base Ply Ply Cap Ply
(Note 2, Note 11)
CONVENTIONAL SYSTEMS:
. . . . GAFGLAS #75 Base Sheet, Tri-Ply #75 Base 12-inch o.c. at min. 2-inch . SBS-AA,
Min. 19/324th Min. 1-inch, one or Prelim Sheet, #80 Ultima Base Sheet, Stratavent laps and 12-inch o.c. in BP-AA, SBS- (Optional) SBS-TA,
W-51. plywood or 1-inch more layers, any X . X Note 2 BP-AA, SBS- -45.0
wood blank: 2 ft span | combination attach Nailable Venting Base Sheet, Ruberoid 20 two, equally spaced, AA AA SBS-CA,
P ! P Smooth staggered center rows APP-TA
Min. 19/32-inch Min. 1-inch, one or . GAFGLAS #75 .Base Sheet, Tri-Ply #75 Base 12-inch o.c. .at min. 2j|nch (Optional) SBS-AA,
X Prelim Sheet, #80 Ultima Base Sheet, Stratavent laps and 12-inch o.c. in BP-AA, SBS- SBS-TA,
W-52 plywood or 1-inch more layers, any X . X Note 2 BP-AA, SBS- -60.0
L attach Nailable Venting Base Sheet, Ruberoid 20 three, equally spaced, AA SBS-CA,
wood plank; 2 ft span | combination AA
Smooth staggered center rows APP-TA
. . . . GAFGLAS #75 Base Sheet, Tri-Ply #75 Base 8-inch o.c. at min. 2-inch . SBS-AA,
Min. 19/32_'”.Ch Min. 1-inch, one or Prelim Sheet, #80 Ultima Base Sheet, Stratavent laps and 8-inch o.c. in BP-AA, SBS- (Optional) SBS-TA,
W-53 plywood or 1-inch more layers, any K . X Note 2 BP-AA, SBS- -75.0
o attach Nailable Venting Base Sheet, Ruberoid 20 three, equally spaced, AA SBS-CA,
wood plank; 2 ft span | combination AA
Smooth staggered center rows APP-TA
SELF-ADHERING BASE PLY:
Min. 15/32-inch Min. 1-inch, one or Loose Ii_lzc:nz.g ?ntcrlc:“c?’:::vhvo
W-54. plywood or 1-inch more layers, any ; Liberty SBS Self-Adhering Base/Ply Sheet Note 2 P o " | SBS-SA None SBS-SA -97.5
L laid equally spaced, staggered
wood plank; 2 ft span | combination
center rows
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TABLE 1G: WOOD DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALY FASTEDED BASE SHEET, BONDED ROOF COVER

NEmoO | etc.e

System Base Sheet Roof Cover (Note 15) MDP
Deck (Note 1)
No. Type Fastener (Note 11) Attachment Base Ply | Cap Ply (psf)
CONVENTIONAL SYSTEMS:
Min. 15/32-inch GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, GAFGLAS 32 ga., 1-5/8-inch dia. 8-inch o.c. at min. 4-inch laps and 8- (Optional) BP-
W-55 plywood or 1-inch #80 Ultima Base Sheet, GAFGLAS Stratavent Nailable tin caps with 11 ga. inch o.c. in two, equally spaced, P SBS-AA -45.0
. . . . AA, SBS-AA
wood plank; 2 ft span | Venting Base Sheet, Ruberoid 20 Smooth annular ring shank nails staggered center rows
Min. 19/32-inch GAFGLAS #80 Ultima Base Sheet, GAFGLAS Stratavent 32 ga., 1-5/8-inch dia. 9-inch o.c. at min. 4-inch laps and 9- (Optional) BP-
W-56 plywood or 1-inch Eliminator Nailable Venting Base Sheet, Ruberoid 20 tin caps with 12 ga. inch o.c. at two, equally spaced, AApSBS-AA SBS-AA -45.0
wood plank; 2 ft span | Smooth, Ruberoid Mop Smooth, Ruberoid Mop Smooth 1.5 annular ring shank nails | staggered center rows !
Min. 19/32-inch GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, GAFGLAS 32 ga., 1-5/8-inch dia. 9-inch o.c. at min. 4-inch laps and 12- SBS-AA SBS-TA
W-57 plywood or 1-inch #80 Ultima Base Sheet, GAFGLAS Stratavent Nailable tin caps with 11 ga. inch o.c. in two, equally spaced, BP-AA, SBS-AA SBS—CA‘ APP—TA’ -45.0
wood plank; 2 ft span | Venting Base Sheet, Ruberoid 20 Smooth annular ring shank nails | staggered center rows !
Min. 15/32-inch GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, GAFGLAS 32 ga., 1-5/8-inch dia. 6-inch o.c. at min. 4-inch laps and 6- (Optional) BP-
W-58 plywood or 1-inch #80 Ultima Base Sheet, GAFGLAS Stratavent Nailable tin caps with 11 ga. inch o.c. in two, equally spaced, P SBS-AA -52.5
) . . . AA, SBS-AA
wood plank; 2 ft span | Venting Base Sheet, Ruberoid 20 Smooth annular ring shank nails staggered center rows
Min. 19/32-inch GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, GAFGLAS 32 ga., 1-5/8-inch dia. 9-inch o.c. at min. 4-inch laps and 9- SBS-AA SBS-TA
W-59 plywood or 1-inch #80 Ultima Base Sheet, GAFGLAS Stratavent Nailable tin caps with 11 ga. inch o.c. in two, equally spaced, BP-AA, SBS-AA SBS—CA‘ APP—TA’ -52.5
wood plank; 2 ft span | Venting Base Sheet, Ruberoid 20 Smooth annular ring shank nails staggered center rows !
Min. 19/32-inch GAFGLAS #80 Ultima Base Sheet, GAFGLAS Stratavent 32 ga., 1-5/8-inch dia. 9-inch o.c. at min. 4-inch laps and 9- (Optional) APP-
W-60. plywood or 1-inch Eliminator Nailable Venting Base Sheet, Ruberoid 20 tin caps with 11 ga. inch o.c. in two, equally spaced, TAp APP-TA -60.0
wood plank; 2 ft span | Smooth, Ruberoid Mop Smooth, Ruberoid Mop Smooth 1.5 annular ring shank nails staggered center rows
Min. 19/32-inch GAFGLAS #80 Ultima Base Sheet, GAFGLAS Stratavent 32 ga., 1-5/8-inch dia. 8-inch o.c. at min. 4-inch laps and 8- (Optional) BP-
W-61. plywood or 1-inch Eliminator Nailable Venting Base Sheet, Ruberoid 20 tin caps with 12 ga. inch o.c. at three, equally spaced, AApSBS—AA SBS-AA -75.0
wood plank; 2 ft span | Smooth, Ruberoid Mop Smooth, Ruberoid Mop Smooth 1.5 annular ring shank nails staggered center rows !
Min. 19/32-inch GAFGLAS #80 Ultima Base Sheet, GAFGLAS Stratavent 32 ga., 1-5/8-inch dia. 7-inch o.c. at min. 4-inch laps and 7- SBS-AA SBS-TA
W-62. plywood or 1-inch Eliminator Nailable Venting Base Sheet, Ruberoid 20 tin caps with 11 ga. inch o.c. in three, equally spaced, BP-AA, SBS-AA SBS-CAI APP-TAI -82.5
wood plank; 2 ft span | Smooth, Ruberoid Mop Smooth, Ruberoid Mop Smooth 1.5 annular ring shank nails staggered center rows !
Min. 19/32-inch GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, GAFGLAS 32 ga., 1-5/8-inch dia. 4-inch o.c. at min. 2-inch laps and 4- (Optional) BP- SBS-AA SBS-TA
W-63. plywood or 1-inch #80 Ultima Base Sheet, GAFGLAS Stratavent Nailable tin caps with 11 ga. inch o.c. in four (4), equally spaced, AA, SBS-AA, APP—TA' ! -97.5
wood plank; 2 ft span | Venting Base Sheet, Ruberoid 20 Smooth annular ring shank nails staggered center rows SBS-TA, APP-TA
3-inch o.c. at min. 3-inch laps and 3- Ruberoid HW Plus
Min. 19/32-inch GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, GAFGLAS | 32 ga,, 1-5/8-inch dia, | Imn O atfive (5), equally spaced, _ Granule, Ruberoid
X . . R . staggered center rows. Base sheet (Optional) SBS- HW Plus Granule
W-64. plywood or 1-inch #80 Ultima Base Sheet, GAFGLAS Stratavent Nailable tin caps with 11 ga. . . . . -120.0
wood plank; 2 ft span | Venting Base Sheet, Ruberoid 20 Smooth annular ring shank nails and tin-caps shall be primed with A FR, Ruberoid
plank; 2 ftsp % ' & Matrix 307 Premium Asphalt Primer EnergyCap HW Plus
prior to base ply installation Granule FR
SELF-ADHERING BASE PLY:
Min. 19/32-inch 32 ga., 1-5/8-inch dia. 9-inch o.c. at min. 4-inch laps and 9- )
W-65. plywood or 1-inch Liberty SBS Self-Adhering Base/Ply Sheet tin caps with 11 ga. inch o.c. in two, equally spaced, (S(Zptlonal) 585 i?)i i’AAI SBS-TA or -37.5
wood plank; 2 ft span annular ring shank nails staggered center rows
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NEmoO | etc.e
TABLE 16: WOOD DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALY FASTEDED BASE SHEET, BONDED ROOF COVER
System Base Sheet Roof Cover (Note 15)

MDP
Deck (Note 1)
No. Type Fastener (Note 11) Attachment Base Ply Cap Ply (psf)
Min. 15/32-inch 32 ga., 1-5/8-inch dia. 8-inch o.c. at min. 3-inch laps and 8- .
W-66. plywood or 1-inch Liberty SBS Self-Adhering Base/Ply Sheet tin caps with 11 ga. inch o.c. in three, equally spaced, (SOAptlonaI) 585 iii_ﬁ_’:’ SBS-TA or -45.0
wood plank; 2 ft span annular ring shank nails staggered center rows
COLD-APPLIED SYSTEMS:
Min. 19/32-inch GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, GAFGLAS 32 ga., 1-5/8-inch dia. 9-inch o.c. at min. 4-inch laps and 9-
W-67. plywood or 1-inch #80 Ultima Base Sheet or GAFGLAS Stratavent Nailable tin caps with 11 ga. inch o.c. in two, equally spaced, SBS-CA SBS-CA -52.5
wood plank; 2 ft span | Venting Base Sheet annular ring shank nails staggered center rows
TABLE 1H: WOOD DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE E-2: NON-INSULATED, MECHANICALY FASTEDED BASE SHEET, BONDED ROOF COVER
System Deck (Note 1 Base SheetFasten Roof Cover (Note 15) MDP
( ) er
No. Type (Note 2, Note 11) Attachment Base Ply Cap Ply sf
CONVENTIONAL SYSTEMS:
Min. 19/32-inch plywood | GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, 12-inch o.c. at 2-inch laps and 12-
W-68. or 1-inch wood plank; 2 GAFGLAS #80 Ultima Base Sheet, GAFGLAS Stratavent Note 2 inch o.c. in two, equally spaced, BP-AA, SBS SBS-AA, SBS-TA, SBS-CA, -45.0
; ; : AA APP-TA
ft span Nailable Venting Base Sheet, Ruberoid 20 Smooth staggered center rows
Min. 15/32-inch plywood | GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, 16-inch o.c. at 4-inch laps and 16- (Optional)
W-69. or 1-inch wood plank; 2 GAFGLAS #80 Ultima Base Sheet, GAFGLAS Stratavent Note 2 (#14 ONLY) inch o.c. in two, equally spaced, BP-AA, SBS- | SBS-AA -52.5
ft span Nailable Venting Base Sheet, Ruberoid 20 Smooth staggered center rows AA
Min. 15/32-inch plywood | GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, 12-inch o.c. at 4-inch laps and 12- (Optional)
W-70. or 1-inch wood plank; 2 GAFGLAS #80 Ultima Base Sheet, GAFGLAS Stratavent Note 2 (#14 ONLY) inch o.c. in two, equally spaced, BP-AA, SBS- | SBS-AA -60.0
ft span Nailable Venting Base Sheet, Ruberoid 20 Smooth staggered center rows AA
Min. 19/32-inch plywood | GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, 12-inch o.c. at 2-inch laps and 12-
W-71. or 1-inch wood plank; 2 GAFGLAS #80 Ultima Base Sheet, GAFGLAS Stratavent Note 2 inch o.c. in three, equally spaced, BP-AA, SBS- | SBS-AA, SBS-TA, SBS-CA, -60.0
K . . AA APP-TA
ft span Nailable Venting Base Sheet, Ruberoid 20 Smooth staggered center rows
W-72 c’\a/:lrlliiiif)v%/;zzh FI’;Z]VI\(I-O;d GAFGLAS #80 Ultima Ba'g Sheet, RuberolQg0 Smooth, Note 2 g::nf: tov;/cc; aet 41;;rI]IChsla:cse?:ind ineh (Optional) SBS-TA (polyester only) -60.0
’ plank; Ruberoid Mop Smooth, Ruberoid Mop Smooth 1.5 . » €qually sp ! SBS-TA poly v ’
ft span staggered center rows
Min. 15/32-inch plywood | GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, 8-inch o.c. at 4-inch laps and 8-inch (Optional)
W-73. or 1-inch wood plank; 2 GAFGLAS #80 Ultima Base Sheet, GAFGLAS Stratavent Note 2 (#14 ONLY) o.c. in three, equally spaced, BP-AA, SBS- | SBS-AA -97.5
ft span Nailable Venting Base Sheet, Ruberoid 20 Smooth staggered center rows AA
Min. 19/32-inch plywood | GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, 8-inch o.c. at 2-inch laps and 8-inch
W-74. or 1-inch wood plank; 2 GAFGLAS #80 Ultima Base Sheet, GAFGLAS Stratavent Note 2 o.c. in three, equally spaced, BP-AA, SBS SBS-AA, SBS-TA, SBS-CA, -105.0
[ . . AA APP-TA
ft span Nailable Venting Base Sheet, Ruberoid 20 Smooth staggered center rows
SELF-ADHERING BASE PLY:
Min. 15/32-inch plywood 8-inch o.c. at 3-inch laps and 8-inch .
W-75. or 1-inch wood plank; 2 Liberty SBS Self-Adhering Base/Ply Sheet Note 2 (HD Fastener o.c. in two, equally spaced, (Optional) SBS-SA, SBS-TA or APP -60.0
only) SBS-SA TA
ft span staggered center rows
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TABLE 11: WOOD DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

NEmoO | etc.e

Roof Cover (Note 15)
System Deck (Note 1) Primer MDF
No. Base Ply Ply Cap Ply (psf)
W-76. r':/;IiTs. 76/”1(6)—::nch APA rated OSB; 2 ft span, 8d ring shank LIBERTY AsphaltPrimer Adhesion Promoter at 0.5 gal/square None None SBS-SA -67.5
W-77. Min. 15/3.2—|nch plywqod o"r L-inch wood plank; 2 ft LIBERTY AsphaltPrimer Adhesion Promoter at 1.0 gal/square None None SBS-SA -75.0
span, 8d rink shank nails, 6” o.c.
W-78. Min. 15/32-inch APA rated plywood; 2 ft span, 8drink | | \oeery Acohaitprimer Adhesion Promoter at 0.5 gal/square SBS-SA (Optional) SBS-SA | SBS-SA 825
shank nails, 6” o.c.
W-79. Min. 15/32-|n”ch plywood or 1,:|nCh wood plank; 2 ft LIBERTY AsphaltPrimer Adhesion Promoter at 1.0 gal/square None None SBS-SA -90.0
span, #8 x 214” deck screws, 6” o.c.
W-80. Min. 15/3.2-|nch pIywqod 0: L-inch wood plank; 2 ft LIBERTY AsphaltPrimer Adhesion Promoter at 1.0 gal/square SBS-SA (Optional) SBS-SA SBS-SA -90.0
span, 8d rink shank nails, 6” o.c.
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NEmoO | etc.e

TABLE 2A: STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

G Deck Base Insulation Layer Top Insulation Layer Roof Cover (Note 15) MDP
No. (Note 1) Type N::Ztsa:: g Type N‘ﬁ:‘tsa:: s Base Ply Ply Cap Ply (psf)
CONVENTIONAL SYSTEMS:
Min. 22 ga., type B Min. 1.5-inch LRF-M or Opti.onal additional layer(s) min. 1.5-inch thif:k EnergyC:iuard LRF-M or BP-AA, SBS- (Optional) One or SBS-AA,
SC-1 Grade 40 st’eel " | EnergyGuard OB500, 6- Polyiso Insulation or EnergyGuard Ultra Polyiso Insulation OB500 AA, SBS-TA or more BP-AA, SBS-AA, | SBS-TAor -60.0
Polyiso Insulation inch o.c. followed by Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board APP-TA SBS-TA or APP-TA APP-TA
SELF-ADHERING BASE PLY:
Min. 22 ga., type B, Min. 1.5-inch LRF-M or Optipnal addit?onal layer(s) min. 1.5-inch thi(.:k Energy(.iuard LRE-M or (Optional) SBS-TA, SBS-TA,
SC-2 Grade 40 steel EnergyGuard OB500, 6- Polyiso Insulation or EnergyGuard Ultra Polyiso Insulation OB500 SBS-SA APP-TA APP-TA -60.0
Polyiso Insulation inch o.c. followed by Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board

TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Fasten MDP
Attach Attach
No. Note 1 sf
(Note 1) Type (Note 2, Note 17 Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
Note 11) (Note 17)
CONVENTIONAL SYSTEMS:
Min. 22 ga., type B, Min. 1.5-inch EnergyGuard Optional addlt.lonal Ia.yers, min. 1.5—|nch base |n§ulat|0n (Optional)

sc.3 Grade 33 steel or Polviso Insulation Note 2 1 per followed by min. 0.5-inch Structodek High Density Hot asphalt BP-AA, One or more SBS-AA 37.5%
min. 2,500 psi Eneyr Guard Ultr; 4.0 ft2 Fiberboard Roof Insulation or min. 0.25-inch DensDeck, P SBS-AA BP-AA, SBS- '
structural concrete gy DensDeck Prime or SECUROCK Gypsum Fiber Roof Board AA
Min. 22 ga., type B,

Grade 33 steel or Min. 0.625-inch DensDeck 1 per Min. 1.5-inch EnergyGuard followed by min. 0.25-inch (Optional)
- N 2 H hal APP-TA APP-TA -45.0*

St4 min. 2,500 psi Prime ote 4.0ft> | DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board ot asphalt APP-TA >0
structural concrete
Min. 22 ga., type B,

Grade 33 steel or Min. 0.5-inch DensDeck 1 per Min. 1.5-inch EnergyGuard followed by min. 0.25-inch (Optional) "

G5 min. 2,500 psi Prime A & 2.7 ft2 DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board Hotasphalt | APP-TA APP-TA APP-TA -45.0
structural concrete
Min. 22 ga., type B, Min. 1.5-inch EnergyGuard Optional addlt.lonal Ia.yers, min. 1.5-|nch base |n§ulat|0n (Optional)

SC-6 Grade 33 steel or Polviso Insulation Note 2 1 per followed by min. 0.5-inch Structodek High Density Hot asphalt BP-AA, One or more SBS-AA -45.0%
min. 2,500 psi Engr Guard UItr; 2.7 ft? Fiberboard Roof Insulation or min. 0.25-inch DensDeck, P SBS-AA BP-AA, SBS- ’
structural concrete gy DensDeck Prime or SECUROCK Gypsum Fiber Roof Board AA
Min. 22 ga., type B, Optional additional layers, min. 1.5-inch base insulation (Optional)

Grade 33 steel or Min. 1.5-inch EnergyGuard 1 per followed by min. 0.5-inch Structodek High Density BP-AA, One or more "

S5 min. 2,500 psi RA Note 2 2.0 ft? Fiberboard Roof Insulation or min. 0.25-inch DensDeck, Hot asphalt SBS-AA BP-AA, SBS- SBS-AA 45.0
structural concrete DensDeck Prime or SECUROCK Gypsum Fiber Roof Board AA
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TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Fasten MDP
Attach Attach
No. Note 1 sf
(Note 1) Type (Note 2, ote 17 Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
Note 11)
Min. 22 ga., type B, Min. 2-inch EnergyGuard Optional additional layers, min. 1.5-inch base insulation (Optional)
Grade 33 steel or Polyiso Insulation, 1 per followed by min. 0.5-inch Structodek High Density BP-AA, One or more "
S min. 2,500 psi EnergyGuard Ultra, Note 2 4.0 ft2 Fiberboard Roof Insulation or min. 0.25-inch DensDeck, PR st SBS-AA BP-AA, SBS- SBS-AA 450
structural concrete EnergyGuard RA DensDeck Prime or SECUROCK Gypsum Fiber Roof Board AA
Min. 22 ga., type B, Min. 1.5-inch EnergyGuard Min. 0..5-|nch St.ructode.k High Density Flt?erboard Roof (Optional)
sc.9 Grade 50 steel or Polviso Insulation or Note 2 1 per Insulation or min. 0.25-inch DensDeck Prime, SECUROCK Hot asphalt BP-AA, BP_AA SBS- SBS-AA -60.0*
min. 2,500 psi v 1.8ft> | Gypsum-Fiber Roof Board or min. 0.4375-inch DEXcell P SBS-AA ’ ’
EnergyGuard Ultra AA
structural concrete Cement Roof Board
Min. 22 ga., type B, . . .
Min. 1.5-inch EnergyGuard (Optional)
| 1 BS-TA BS-TA
sc.ig | GradesOsteelor Polyiso Insulation or Note 2 PEr | Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board Hot asphalt | J25TAOT | spe T or SBSTAOr | o6 o
min. 2,500 psi 1.8 ft? APP-TA APP-TA
EnergyGuard Ultra APP-TA
structural concrete
Min. 22 ga., type B, Min. 1.5-inch EnergyGuard Optional additional layers base insulation followed by min. (Optional)
Grade 33 steel or Polyiso Insulation, 1 per 0.5-inch Structodek High Density Fiberboard Roof BP-AA or p SBS-AA,
SC-11 . . ) Note 2 ) ; . ) ’ Hot asphalt BP-AA, SBS- -60.0
min. 2,500 psi EnergyGuard Ultra Polyiso 1.3 ft Insulation or min. 0.25-inch DensDeck Prime or SECUROCK SBS-AA SBS-TA
. . AA, SBS-TA
structural concrete Insulation Gypsum-Fiber Roof Board
. . . « . 8 . . . (Optional)
Min. 22 ga., type B, Min. 2-inch EnergyGuard Optional additional layer(s) min. 1.5-inch thick BP-AA,
Grade 33 steel or Polyiso Insulation 1 per EnergyGuard Polyiso Insulation or EnergyGuard Ultra SBS-AA, One ormore | SBS-AA,
sC-12 _ ' M ' Note 2 P k. 4 " Energy Hot asphalt " | BP-AA,SBS- | SBS-TAor | -60.0
min. 2,500 psi EnergyGuard Ultra, 1.6 ft? Polyiso Insulation followed by Min. 0.25-inch SECUROCK SBS-TA or AA SBS-TA APP-TA
structural concrete EnergyGuard RA Gypsum-Fiber Roof Board APP-TA ’
or APP-TA
Min. 22 ga., type B, Min. 2-inch EnergyGuard (Optional)
Grade 33 steel or Polyiso Insulation, 1 per Min. 0.5-inch Structodek High Density Fiberboard Roof BP-AA, P SBS-AA or
SC-13 . ; Note 2 > X . . Hot asphalt BP-AA, SBS- -67.5
min. 2,500 psi EnergyGuard Ultra, 1.45 ft Insulation or min. 0.4375-inch DEXcell Cement Roof Board SBS-AA AA SBS-TA
structural concrete EnergyGuard RA
Min. 22 ga., Type B, . . .
. Min. 2-inch EnergyGuard (Optional)
sc.1g | Grade3ssteelormin. | oo 1 culation or Note 2 LPer 1 \in. 0.25-inch SECUROCK Gypsum-Fiber Roof Board Hot Asphalt | SBoAAOT | cpc A or SBS-AAor | oo
2,500 psi structural 1.6 ft2 SBS-TA SBS-TA
EnergyGuard Ultra SBS-TA
concrete
Min. 22 ga., Type B, . . .
. Min. 2-inch EnergyGuard 3 (Optional) :
sc-s | Srade33steelormin. | oo Gl sulation or Note 2 1Per | \tin. 0.25-inch SECUROCK Gypsum-Fiber Roof Board Hot Asphalt | SBSAACT | qae aaor SBS-AROT | o535
2,500 psi structural 1.45 ft2 SBS-TA SBS-TA
EnergyGuard Ultra SBS-TA
concrete
Min. 22 ga., Type B,
Grade 40 or min. 20 Min. 2-inch EnergyGuard : (Optional) :
SC-16 ga., Type B, Grade 33 Polyiso Insulation or Note 2 11429;;2 Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board Hot Asphalt zsg_i\: or SBS-AA or 222»?: or -90.0
steel or min. 2,500 psi | EnergyGuard Ultra ’ SBS-TA
structural concrete
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TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Fasten MDP
Attach Attach
No. Note 1 sf
(Note 1) Type (Note 2, ote 17 Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
Note 11)
Min. 22 ga., Type B,
Grade 40 or min. 20 Min. 2-inch EnergyGuard 3 (Optional) 3
SC-17 ga., Type B, Grade 33 Polyiso Insulation or Note 2 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board Hot Asphalt SBS-AA or SBS-AA or SBS-AA or -97.5
. . 1.0 ft2 SBS-TA SBS-TA
steel or min. 2,500 psi EnergyGuard Ultra SBS-TA
structural concrete
Min. 22 ga., Type B, . . .
) Min. 2-inch EnergyGuard : (Optional) :
SC-18 Grade 89 steel or min. Polyiso Insulation or Note 2 1 per Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board Hot Asphalt SBS-AA or SBS-AA or SBS-AA or -105.0
2,500 psi structural 1.0 ft? SBS-TA SBS-TA
EnergyGuard Ultra SBS-TA
concrete
. . ) (Optional)
'C\iArlz:\]c.i:g?%i.t’etglp:rBI mr.i:a?r::lfgégsrgyGuard 1 per Optional additional layer(s) min. 1.5-inch thick base Hot asphalt 5;;\:& One or more | SBS-AA,
SC-19 min. 2,500 psi Eneyr Guard UItr; Note 2 5 (r))ftZ insulation followed by Min. 0.25-inch DensDeck, DensDeck or OBSFZ)O SBS—TA'or BP-AA, SBS- SBS-TA or -45.0*
$ &200 P d ! ’ Prime or SECUROCK Gypsum-Fiber Roof Board AA, SBS-TA APP-TA
structural concrete EnergyGuard RA APP-TA
or APP-TA
. ) . (Optional)
'C\iArlz:\]c.i:g?%i.t’etglp:rBI g/cl)lr.iszollr:‘c:;g:gsyGuard 1 per Optional additional layer(s) min. 1.5-inch thick base Hot asphalt 5;;\:,& One or more | SBS-AA,
SC-20 min. 2.500 psi Eneyr Guard UItr; Note 2 4 (;)ftz insulation followed by Min. 0.25-inch DensDeck, DensDeck or OBS’Z)O SBS-TA'or BP-AA, SBS- SBS-TA or -45.0*
-S> P &Y ' : Prime or SECUROCK Gypsum-Fiber Roof Board AA,SBS-TA | APP-TA
structural concrete EnergyGuard RA APP-TA
or APP-TA
Min. 22 ga. B Min. 1.5-inch E
n ga., type B, |n. >-inc .nergyGuard Optional additional layer(s) min. 1.5-inch thick base
scp1 | Grade33steelor Polyiso Insulatian, Note2 | 2P | insulation followed by Min. 0.5-inch Structodek High Hotasphalt | BPAA | None SBS-CA | -45.0*
min. 2,500 psi EnergyGuard Ultra, 20t X yn. 5. & orOBS00 | SBS-AA :
Density Fiberboard Roof Insulation
structural concrete EnergyGuard RA
Min. 22 ga. B
GrI:de 333";{82/'9; ' Min. 2-inch EnergyGuard 1 per SBS-TA or (Optional) SBS-TA or
- o in. 0.125-i - [ § BS-TA § -45.0*
SC-22 min. 2,500 psi Polyiso Insulation Note 2 2.0 f2 Min. 0.125-inch Sturdy-Dek Asphaltic Cover Board OB500 APP-TA Zpi TAor APP-TA 45.0
structural concrete
Min. 22 ga., type B, Min. 1.5-inch EnergyGuard Optional addltlonz?l layer(s) mln. 1.5-inch thick (Optional)
$C.23 Grade 50 steel or Polviso Insulation or Note 2 1 per EnergyGuard Polyiso Insulation or EnergyGuard Ultra 0B500 SBS-TA or SBS-TA or SBS-TA or 525
min. 2,500 psi Engr Guard Ultra 1.8 ft? Polyiso Insulation followed by Min. 0.25-inch DensDeck APP-TA APP-TA APP-TA ’
structural concrete gy Prime or SECUROCK Gypsum-Fiber Roof Board
Min. 22 ga., type B Optional additional | in. 1.5-inch thick
Grlande ngt’eglpjr ’ Min. 1.5-inch EnergyGuard 1 per E:elronaGuaardlI;ZF?soax\es,L(IS;t?;:or EnI:rc GuI:rd Ultra BP-AA or (Optional)
sC-24 _ _ Polyiso Insulation or Note 2 b &Y e T Energy 0B500 BP-AA or SBS-AA 525
min. 2,500 psi EnerevGuard Ultra 1.8 ft? Polyiso Insulation followed by Min. 0.25-inch DensDeck SBS-AA SBS-AA
structural concrete gy Prime or SECUROCK Gypsum-Fiber Roof Board
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TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Fasten MDP
Attach Attach
No. Note 1 sf
(Note 1) Type ’(\‘r::elzl,) ote 17 Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
Optional
Min. 22 ga., type B, Min. 2-inch EnergyGuard Optional additional layer(s) min. 1.5-inch thick BP-AA, gni Is:;znre SBS-AA
SC.25 Grade 33 steel or Polyiso Insulation, Note 2 1 per EnergyGuard Polyiso Insulation or EnergyGuard Ultra 0B500 SBS-AA, BP-AA SBS SBS TA’or 60.0
min. 2,500 psi EnergyGuard Ultra, 1.6 ft? Polyiso Insulation followed by Min. 0.25-inch DensDeck, SBS-TA or AA SB'S—TA APP-TA ’
structural concrete EnergyGuard RA DensDeck Prime or SECUROCK Gypsum-Fiber Roof Board APP-TA or :APP—TA
Min. 22 ga., type B, (Optional)
Grade 33 steel or Min. 2-inch EnergyGuard 1 per . . . SBS-TA or SBS-TA or «
SC-26 min. 2,500 psi Polyiso Insulation Note 2 2.0 2 Min. 0.125-inch Sturdy-Dek Asphaltic Cover Board LRF-M APP-TA ‘SAI?)?)—_TT,:or APP-TA -45.0
structural concrete
Min. 22 ga., type B, (Optional)
Grade 33 steel or Min. 2-inch EnergyGuard 1 per . . . LRF-M SBS-TA or SBS-TA or N
SC-27 min. 2,500 psi Polyiso Insulation Note 2 2.0 f2 Min. 0.125-inch Sturdy-Dek Asphaltic Cover Board Canister APP-TA ‘SAI?)?)—_TT,:or APP-TA -45.0
structural concrete
. . ) (Optional)
g:;&:ifi.t’etglp:rsl mr.i:a?r::lfgégsrgyGuard 1 per Optional additional layer(s) min. 1.5-inch thick base g;SA:A One or more | SBS-AA,
SC-28 . . Y ! Note 2 P insulation followed by Min. 0.25-inch DensDeck Prime or LRF-XF ’ BP-AA, SBS- SBS-TA or -45.0*
min. 2,500 psi EnergyGuard Ultra, 2.0 ft2 . SBS-TA or
SECUROCK Gypsum-Fiber Roof Board AA, SBS-TA APP-TA
structural concrete EnergyGuard RA APP-TA
or APP-TA
. ) . (Optional)
'C\iﬂrlgc.i:g?%i.t’ezpoer& mr.iszollr:‘csf:lg:;aorsyGuard 1 per Optional additional layer(s) min. 1.5-inch thick base EI:SA:A One or more | SBS-AA,
SC-29 min. 2,500 psi Eneyr Guard Ultr; Note 2 4 (?ftZ insulation followed by Min. 0.25-inch DensDeck Prime or LRF-XF SBS—TA'or BP-AA, SBS- SBS-TAor | -45.0*%
- 200 P 2 ' : SECUROCK Gypsum-Fiber Roof Board AA,SBS-TA | APP-TA
structural concrete EnergyGuard RA APP-TA
or APP-TA
Min. 22 ga., type B, (Optional)
Grade 33 steel or Min. 2-inch EnergyGuard 1 per . . . SBS-TA or SBS-TA or N
SC-30 min. 2,500 psi Polyiso Insulation Note 2 2.0 f2 Min. 0.125-inch Sturdy-Dek Asphaltic Cover Board LRF-XF APP-TA Zii—jrior APP-TA -45.0
structural concrete
Min. 22 ga., type B, . . Optional additional layer(s) min. 1.5-inch thick .
Min. 1.5-inch E Guard Opt |
sc31 Grade 50 steel or Polln iso Ir::lflatizsrgr uar Note 2 1 per EnergyGuard Polyiso Insulation or EnergyGuard Ultra LRE-XE SBS-TA or (SBE—'II'(X]zr) SBS-TA or 525
min. 2,500 psi Engr Guard Ultra 1.8 ft? Polyiso Insulation followed by Min. 0.25-inch DensDeck APP-TA APP-TA APP-TA ’
structural concrete gy Prime or SECUROCK Gypsum-Fiber Roof Board
Min. 22 ga., type B, . . Optional additional layer(s) min. 1.5-inch thick .
.1.5- E ) -
Grade 50 steel or Mm' >-inch .nergyGuard 1 per EnergyGuard Polyiso Insulation or EnergyGuard Ultra BP-AA or (Optional)
SC-32 . . Polyiso Insulation or Note 2 . . . . LRF-XF BP-AA or SBS-AA -52.5
min. 2,500 psi EnerevGuard Ultra 1.8 ft? Polyiso Insulation followed by Min. 0.25-inch DensDeck SBS-AA SBS-AA
structural concrete gy Prime or SECUROCK Gypsum-Fiber Roof Board
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TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Fasten MDP
Attach Attach
No. Note 1 sf
(Note 1) Type ’(\‘r::elzl,) ote 17 Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
Min. 22 ga., type B, Min. 2-inch EnergyGuard Optional additional layer(s) min. 1.5-inch thick BP-AA, S]F:f:s&re SBS-AA
sC.33 Grade 33 steel or Polyiso Insulation, Note 2 1 per EnergyGuard Polyiso Insulation or EnergyGuard Ultra LRE-XE SBS-AA, BP-AA SBS- SBS-TA’or 600
min. 2,500 psi EnergyGuard Ultra, 1.6 ft? Polyiso Insulation followed by Min. 0.25-inch SECUROCK SBS-TA or AA SB'S—TA APP-TA ’
structural concrete EnergyGuard RA Gypsum-Fiber Roof Board APP-TA ’
or APP-TA
SELF-ADHERING BASE PLY:
Min. 22 ga., Type B, . ) Optional additional layer(s) min. 1.5-inch thick base .
Grade 33 steel or Mm.. 1.5-inch I-;nergyGuard 1 per insulation followed by Min. 0.5-inch EnergyGuard HD OBS00, (Optional) SBS-TA,
SC-34 . ; Polyiso Insulation, Note 2 . . LRF-M, M- SBS-SA SBS-TA, APP- -37.5*%
min. 2,500 psi EneravGuard Ultra 2.0ft? Polyiso Cover Board, EnergyGuard HD Plus Polyiso Cover OSFA TA APP-TA
structural concrete gy Board
Min. 22 ga., Type B, . . Optional additional layer(s) min. 1.5-inch thick base .
Grade 33 steel or M|n..2 inch En.ergyGuard 1 per insulation followed by Min. 0.5-inch EnergyGuard HD OB500, (Optional) SBS-TA, "
SC-35 . . Polyiso Insulation, Note 2 ) A . LRF-M, M- SBS-SA SBS-TA, APP- -37.5
min. 2,500 psi EnerevGuard Ultra 2.9 ft Polyiso Cover Board, EnergyGuard HD Plus Polyiso Cover OSFA TA APP-TA
structural concrete gy Board
Min. 22 ga., type B, . . . . . .
. . Optional additional layer(s) min. 1.5-inch thick base (Optional)
sc3g | Grade33steelor Min. 1.5-inch EnergyGuard |\ . 5 Lper | i ulation followed by Min. 0.25-inch SECUROCK Ultralight | OB500 SBS-SA sBS-TA, APP- | SB>TA 37.5%
min. 2,500 psi RA 2.0ft? APP-TA
structural concrete Coated Glass-Mat Roof Board TA
Min. 22 ga., type B, . - . . . .
) . Optional additional layer(s) min. 1.5-inch thick base (Optional)
sca7 | Grade33steelor Min. 2-inch EnergyGuard |\ > L1per | i sulation followed by Min. 0.25-inch SECUROCK Ultralight | OB500 SBS-SA sS-TA, App- | SBSTA 37.5%
min. 2,500 psi RA 4.0 ft2 APP-TA
structural concrete Coated Glass-Mat Roof Board TA
Min. 22 ga., type B, . - . . .
) . Optional additional layer(s) min. 1.5-inch thick base )
scag | Grade33steelor Min. 2-inch EnergyGuard | 4 > Lper 1 ulation followed by Min. 0.25-inch SECUROCK Ultralight | OB500 SBS-SA (Optional) SBS-SA 37.5%
min. 2,500 psi RA 4.0 ft? SBS-SA
structural concrete Coated Glass-Mat Roof Board
Min. 22 ga., type B, . . . . . . . .
Grade 33 steel or Min. 1.5-inch EnergyGuard 1 per Optional additional layer(s) min. 0.5-inch thick base 0OB500, (Optional) SBS-TA
SC-39 min. 2.500 osi Polyiso Insulation, Note 2 5 gﬂz insulation followed by Min. 0.25-inch SECUROCK Ultralight | LRF-M, M- SBS-SA SBS-TA, APP- APP-TA’ -37.5%
stru.ctlljral cchrete EnergyGuard Ultra ’ Coated Glass-Mat Roof Board OSFA TA
Min. 22 ga., type B, ) . . - ) . . .
Grade 33 steel or Min. 2-inch EnergyGuard 1 per Optional additional layer(s) min. 0.5-inch thick base OB500, (Optional) SBS-TA
SC-40 min. 2.500 osi Polyiso Insulation, Note 2 ) S’;ftz insulation followed by Min. 0.25-inch SECUROCK Ultralight | LRF-M, M- SBS-SA SBS-TA, APP- APP—TA’ -37.5*
stru.ctl;ral cchrete EnergyGuard Ultra ’ Coated Glass-Mat Roof Board OSFA TA
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TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Fasten MDP
Attach Attach
No. Note 1 sf
(Note 1) Type (Note 2, ote 17 Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
Note 11)
Min. 22 ga., t B
GrI:de 33ga;t,eg/|p;r ! Min. 2-inch EnergyGuard 1 ver Optional additional layer(s) min. 0.5-inch thick base 0B500, (Optional) SBS-TA
SC-41 min. 2.500 psi Polyiso Insulation, Note 2 4 (;)ftz insulation followed by Min. 0.25-inch DensDeck Prime or LRF-M, M- SBS-SA SBS-TA, APP- APP TA’ -37.5*%
" P EnergyGuard Ultra ’ SECUROCK Gypsum-Fiber Roof Board OSFA TA
structural concrete
g;;&:i?%it’etglp:rsl Min. 1.5-inch EnergyGuard 1 per 0B500, (Optional) SBS-TA
SC-42 . ; Polyiso Insulation, Note 2 P Additional layer(s), min. 0.5-inch thick base insulation LRF-M, M- SBS-SA SBS-TA, APP- ¢ -45.0*
min. 2,500 psi 2.0ft? APP-TA
EnergyGuard Ultra OSFA TA
structural concrete
Min. 22 ga., type B, ) ) .
Grlz?de 3§i{eeylp:r Min. 2-inch EnergyGuard 1 per 0OB500, (Optional) SBS-TA
SC-43 . . Polyiso Insulation, Note 2 P Additional layer(s), min. 0.5-inch thick base insulation LRF-M, M- SBS-SA SBS-TA, APP- ¢ -45.0*
min. 2,500 psi 2.9 ft2 APP-TA
EnergyGuard Ultra OSFA TA
structural concrete
Min. 22 ga., type B, ) ) .
Grlz?de 3§i{eeylp:r Min. 2-inch EnergyGuard 1 per 0OB500, (Optional) SBS-TA
SC-44 . . Polyiso Insulation, Note 2 P Additional layer(s), min. 1.5-inch thick base insulation LRF-M, M- SBS-SA SBS-TA, APP- ¢ -45.0%*
min. 2,500 psi 4.0 ft? APP-TA
EnergyGuard Ultra OSFA TA
structural concrete
Min. 22 ga. B Min. 1.5-inch E 5 ., 4 . . . .
GrI:de 33gzt’eteylp:r ’ Polln isoir:snjlatizsrgyGuard 1 per Optional additional layer(s) min. 1.5-inch thick base (Optional) SBS-TA
SC-45 . . M ! Note 2 P insulation followed by Min. 0.25-inch DensDeck Prime or OB500 SBS-SA SBS-TA, APP- ¢ -45.0*
min. 2,500 psi EnergyGuard Ultra, 2.0 ft2 SECUROCK Gvbsum-Fiber Roof Board TA APP-TA
structural concrete EnergyGuard RA P
Min. 22 ga. B
GrI:de 33gzt’eteylpoer ’ Min. 1.5-inch EnergyGuard 1 per Optional additional layer(s) min. 0.5-inch thick base 0OB500, (Optional) SBS-TA
SC-46 min. 2.500 psi Polyiso Insulation, Note 2 ) gﬂz insulation followed by Min. 0.25-inch DensDeck Prime or LRF-M, M- SBS-SA SBS-TA, APP- APP TA’ -45.0*
" P EnergyGuard Ultra ’ SECUROCK Gypsum-Fiber Roof Board OSFA TA
structural concrete
Min. 22 ga. B
GrI:de 33gzt’eteylpoer ’ Min. 2-inch EnergyGuard 1 per Optional additional layer(s) min. 0.5-inch thick base 0OB500, (Optional) SBS-TA
SC-47 min. 2.500 psi Polyiso Insulation, Note 2 2 9pftz insulation followed by Min. 0.25-inch DensDeck Prime or LRF-M, M- SBS-SA SBS-TA, APP- APP—TA’ -45.0*
" P EnergyGuard Ultra ) SECUROCK Gypsum-Fiber Roof Board OSFA TA
structural concrete
Min. 22 ga., type B, . . . . .
. . Optional additional layer(s) min. 1.5-inch thick base .
. 2- E 1 . R . .
scag | Srade33steelor Min. 2-inch EnergyGuard | o 5 PEr | insulation followed by Min. 0.25-inch SECUROCK Gypsum- | OB500 SBS-SA (Optional) SBS-SA -45.0*
min. 2,500 psi RA 4.0 ft2 . SBS-SA
Fiber Roof Board
structural concrete
Min. 22 ga., type B, . . . . . .
/ < Optional additional layer(s) min. 1.5-inch thick base (Optional)
SC-49 rC;riand; i.:;gte;l or a/lAm 2-iNQg EnergyGUgrd Note 2 418:2 insulation followed by Min. 0.25-inch DensDeck Prime or OB500 SBS-SA SBS-TA, APP- Zii TTAA’ -45.0*
" P ’ SECUROCK Gypsum-Fiber Roof Board TA
structural concrete
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TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Fasten MDP
Attach Attach
No. Note 1 sf
(Note 1) Type ’(\‘r::elzl,) ote 17 Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
Min. 22 ga., t B
GrI:de 33ga;t,eg/|p;r ! Min. 2-inch EnergyGuard 1 ver Optional additional layer(s) min. 0.5-inch thick base 0B500, (Optional) SBS-TA
SC-50 min. 2.500 psi Polyiso Insulation, Note 2 4 (;)ftz insulation followed by Min. 0.25-inch DensDeck Prime or LRF-M, M- SBS-SA SBS-TA, APP- APP TA’ -45.0*
stru.ctljlral cfmcrete EnergyGuard Ultra ’ SECUROCK Gypsum-Fiber Roof Board OSFA TA
Min. 22 ga., type B, Min. 1.5-inch EnergyGuard Optional additional layer(s) min. 1.5-inch thick
Grade 50 steel or t K 1 per EnergyGuard Polyiso Insulation or EnergyGuard Ultra (Optional)
SC-51 min. 2,500 psi :gzso(;:j:fﬂcl)t:aor Note 2 1.8 ft? Polyiso Insulation followed by Min. 0.25-inch DensDeck 0B500 SBS-SA SBS-TA SBS-TA 525
structural concrete gy Prime or SECUROCK Gypsum-Fiber Roof Board
. Optional additional layer(s) min. 1.5-inch thick
g;;a:zsgi't’ezp;r& Min. 1.5-inch EnergyGuard 1 per EnergyGuard Polyiso Insulation or EnergyGuard Ultra (Optional)
SC-52 min. 2,500 psi Polyiso Insulation or Note 2 1 ;ﬁz Polyiso Insulation followed by Min. 0.5-inch EnergyGuard OB500 SBS-SA SBg TA SBS-TA -60.0
stru.ctL,JraI c’c))ncrete EnergyGuard Ultra ’ HD Polyiso Cover Board, EnergyGuard HD Plus Polyiso
Cover Board
Min. 22 ga., type B, Min. 2-inch EnergyGuard Optional additional layer(s) min. 1.5-inch thick (Optional)
Grade 33 steel or Polyiso Insulation, 1 per EnergyGuard Polyiso Insulation or EnergyGuard Ultra SBS-TA,
SC-53 min. 2,500 psi EnergyGuard Ultra, Note 2 1.6 ft? Polyiso Insulation followed by Min. 0.25-inch SECUROCK 0B500 SBS-SA _Sris TA, APP APP-TA -60.0
structural concrete EnergyGuard RA Gypsum-Fiber Roof Board
Min. 22 ga., type B Min. 2-inch E Guard . S . . .
Grlgde 35‘1{(&;‘); ! Polln isollr:wcsular:iec:sy var 1 per Optional additional layer(s) min. 1.5-inch thick base (Optional)
SC-54 . . Y ! Note 2 P y insulation followed by Min. 0.25-inch SECUROCK Gypsum- Hot asphalt | SBS-SA P SBS-SA -45.0*
min. 2,500 psi EnergyGuard Ultra, 4.0 ft Fiber Roof Board SBS-SA
structural concrete EnergyGuard RA
Min. 22 ga., type B, | Min. 1.5-inch EnergyGuard
Grlgde 35‘1{(&;‘); ! Polln iso InI:lflatigsrgy uar Ter Optional additional layer(s) min. 1.5-inch thick base (Optional) SBS-TA
SC-55 . . v ! Note 2 P insulation followed by Min. 0.25-inch DensDeck Prime or Hot asphalt | SBS-SA SBS-TA, APP- ¢ -45.0*
min. 2,500 psi EnergyGuard Ultra, 2.0 ft? SECUROCK Gvpsum-Fiber Roof Board TA APP-TA
structural concrete EnergyGuard RA ypsu
Min. 22 ga. B Min. 2-inch E
GrI:de 33gzt’eteylp:r ’ Polln isoll?]csula:gfyeuard 1 per Optional additional layer(s) min. 1.5-inch thick base (Optional) SBS-TA
SC-56 . . M ! Note 2 P insulation followed by Min. 0.25-inch DensDeck Prime or Hot asphalt | SBS-SA SBS-TA, APP- ¢ -45.0*
min. 2,500 psi EnergyGuard Ultra, 4.0 ft? SECUROCK Gvpsum-Fiber Roof Board TA APP-TA
structural concrete EnergyGuard RA P
Min. 22 ga., type B, Min. 2-inch EnergyGuard Optional additional layer(s) min. 1.5-inch thick (Optional)
Grade 33 steel or Polyiso Insulation, 1 per EnergyGuard Polyiso Insulation or EnergyGuard Ultra SBS-TA,
: - BS- - -60.
1) min. 2,500 psi EnergyGuard Ultra, Note 2 1.6 ft? Polyiso Insulation followed by Min. 0.25-inch SECUROCK Hotasphalt | SBS-SA _SI_AS TA, APP APP-TA 60.0
structural concrete EnergyGuard RA Gypsum-Fiber Roof Board
gﬂrl:&:ggz't’et;p;& Min. 1.5-inch EnergyGuard 1 per (Optional) SBS-TA
SC-58 min. 2.500 osi Polyiso Insulation, Note 2 ) (?ftz Additional layer(s), min. 0.5-inch thick base insulation LRF-XF SBS-SA SBS-TA, APP- APP—TA, -45.0*
- =200 P EnergyGuard Ultra ’ TA
structural concrete
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TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER
SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Fasten MDP
Attach Attach
No. Note 1 sf
(Note 1) Type (Note 2, ote 17 Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
Note 11)
g::&:zaagi't’ezp;& Min. 2-inch EnergyGuard 1 ver (Optional) SBS-TA
SC-59 . . Polyiso Insulation, Note 2 P Additional layer(s), min. 0.5-inch thick base insulation LRF-XF SBS-SA SBS-TA, APP- ! -45.0*
min. 2,500 psi 2.9 ft2 APP-TA
EnergyGuard Ultra TA
structural concrete
g;;&:i?%it’etglp:rsl Min. 2-inch EnergyGuard 1 per (Optional) SBS-TA
SC-60 . ; Polyiso Insulation, Note 2 P Additional layer(s), min. 1.5-inch thick base insulation LRF-XF SBS-SA SBS-TA, APP- ! -45.0*
min. 2,500 psi 4.0 ft? APP-TA
EnergyGuard Ultra TA
structural concrete
Min. 22 ga., type B, . . . . . .
. ) Optional additional layer(s) min. 1.5-inch thick base (Optional)
SC-61 Sq:idi zz;tesei' or :L'”' 1.5-inch EnergyGuard |\ 1 5 21 g?trz insulation followed by Min. 0.25-inch DensDeck Prime or | LRF-XF SBS-SA SBS-TA, APP- Zii_TT/X -45.0%
- &200P ’ SECUROCK Gypsum-Fiber Roof Board TA
structural concrete
Min. 22 ga., t B, . . . - . . . .
Grlz?de 3§i{eglp:r Min. 1.5-inch EnergyGuard 1 per Optional additional layer(s) min. 0.5-inch thick base (Optional) SBS-TA
SC-62 min. 2,500 psi Polyiso Insulation, Note 2 5 (r))ftZ insulation followed by Min. 0.25-inch DensDeck Prime or LRF-XF SBS-SA SBS-TA, APP- APP TA’ -45.0*
=200 P EnergyGuard Ultra ’ SECUROCK Gypsum-Fiber Roof Board TA
structural concrete
Min. 22 ga. B 5 ., 4 . . . .
GrI:de 33gzt’eteylp:r ! Min. 2-inch EnergyGuard 1 per Optional additional layer(s) min. 0.5-inch thick base (Optional) SBS-TA
SC-63 min. 2,500 psi Polyiso Insulation, Note 2 5 gpftz insulation followed by Min. 0.25-inch DensDeck Prime or LRF-XF SBS-SA SBS-TA, APP- APP TA’ -45.0*
" P EnergyGuard Ultra ’ SECUROCK Gypsum-Fiber Roof Board TA
structural concrete
Min. 22 ga., type B, . - . . .
. R Optional additional layer(s) min. 1.5-inch thick base .
sces | Grade33steclor Min. Ziinch EnergyGuard | a5 | TP | inculation followed by Min. 0.25-inch SECUROCK Gypsum- | LRF-XF ses-sa | Optonal) | gas | asor
min. 2,500 psi RA 4.0 ft . SBS-SA
Fiber Roof Board
structural concrete
Min. 22 ga., type B, . . . . . .
. . Optional additional layer(s) min. 1.5-inch thick base (Optional)
SC-65 ir;di i%gte;' or 'F:A/;”' Z-inch EnergyGuard | e 5 41 o | insulation followed by Min. 0.25-inch DensDeck Prime or | LRF-XF SBS-SA SBS-TA, APP- Zﬁ;’:’ -45.0*
" P ) SECUROCK Gypsum-Fiber Roof Board TA
structural concrete
g;:&:ggz't’et;p;& Min. 2-inch EnergyGuard 1 per Optional additional layer(s) min. 0.5-inch thick base (Optional) SBS-TA
SC-66 min. 2.500 psi Polyiso Insulation, Note 2 4 (’))ftz insulation followed by Min. 0.25-inch DensDeck Prime or LRF-XF SBS-SA SBS-TA, APP- APP—TA’ -45.0*
- &80 P EnergyGuard Ultra ’ SECUROCK Gypsum-Fiber Roof Board TA
structural concrete
o 56 seator | Min.1.5:inch EnergyGuard s er | Energyuard Payio meiation o EnergyGuard Ultra (Optional)
el min. 2,500 psi Eszsoézztfﬂi:aor Note 2 1.8 ft? Polyiso Insulation followed by Min. 0.25-inch DensDeck LRF-XF SBS-5A SBS-TA SBS-TA 525
structural concrete gy Prime or SECUROCK Gypsum-Fiber Roof Board
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TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Fasten MDP
Attach Attach
No. Note 1 sf
(Note 1) Type ’(\‘r::elzl,) ote 17 Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
Min. 22 ga., type B, Min. 2-inch EnergyGuard Optional additional layer(s) min. 1.5-inch thick (Optional)
Grade 33 steel or Polyiso Insulation, 1 per EnergyGuard Polyiso Insulation or EnergyGuard Ultra SBS-TA,
SC-68 min. 2,500 psi EnergyGuard Ultra, Note 2 1.6 ft? Polyiso Insulation followed by Min. 0.25-inch SECUROCK CRF SBS-SA iis TA, APP APP-TA -60.0
structural concrete EnergyGuard RA Gypsum-Fiber Roof Board
VENTING SYSTEMS:
g:;&:?’a?%i.t’ezp:rsl Min. 1.5-inch EnergyGuard 1 per g‘:frilre
SC-69 min. 2.500 bsi Polyiso Insulation, Note 2 " (;)ftz Additional layer(s) of base insulation Hot asphalt | BP-LL BP-AA SBS- SBS-AA -45.0*
- &200P EnergyGuard Ultra ’ ’
structural concrete AA
COLD-APPLIED SYSTEMS:
Min. 22 ga., Type B, . . Optional additional layer(s) min. 1.5-inch thick base
Min. 1.5-inch E . . . . B 3 .
$C-70 Grade 33 steel or Polln isoslr::SlatizsrgyGuard Note 2 1 per insulation followed by Min. 0.5-inch EnergyGuard HD E)RFS-(Izl(l) M- SBS-CAor | (Optional) SBS-CA or 37.5%
min. 2,500 psi Eneyr Guard UItr; 2.0 ft2 Polyiso Cover Board, EnergyGuard HD Plus Polyiso Cover OSEA ! SBS-CA1 SBS-CA1 SBS-CA1 ’
structural concrete gy Board
Min. 22 ga., Type B, ) . Optional additional layer(s) min. 1.5-inch thick base
Min. 2-inch E B
SC.71 Grade 33 steel or Polln isollr:mcsula:gr%yGuard Note 2 1 per insulation followed by Min. 0.5-inch EnergyGuard HD E)RFS-(Iz/(I)‘ M- SBS-CA or | (Optional) SBS-CA or 37.5%
min. 2,500 psi Eneyr Guard Ultr; 2.9 ft? Polyiso Cover Board, EnergyGuard HD Plus Polyiso Cover OSEA ! SBS-CA1 SBS-CA1 SBS-CA1 '
structural concrete gy Board
Min. 22 ga. B Min. 1.5-inch E
GrI:de 33gzt’eteylpoer ’ Polln isoir:;fbtizsrgyGuard 1 per Optional additional layer(s) min. 1.5-inch thick base (Optional)
SC-72 . . v ! Note 2 P insulation followed by Min. 0.25-inch DensDeck Prime or OB500 SBS-CA1 p SBS-CA1 -45.0*
min. 2,500 psi EnergyGuard Ultra, 2.0 ft? SECUROCK Gypsum-Fiber Roof Board SBS-CA1
structural concrete EnergyGuard RA P
g;:&:ggi't’et;p;& mr'iszt:lr:‘cstgggsy(suard 1 per Optional additional layer(s) min. 1.5-inch thick base (Optional)
SC-73 . : Y ! Note 2 P insulation followed by Min. 0.25-inch DensDeck Prime or OB500 SBS-CA1 p SBS-CA1 -45.0*
min. 2,500 psi EnergyGuard Ultra, 4.0 ft? SECUROCK Gvbsum-Fiber Roof Board SBS-CA1
structural concrete EnergyGuard RA P
Min. 22 ga., type B,
Grade 33 steel or Min. 2-inch EnergyGuard 1 per ) ) ) (Optional) "
SC-74 min. 2,500 psi Polyiso Insulation Note 2 20 Min. 0.125-inch Sturdy-Dek Asphaltic Cover Board 0OB500 SBS-CA1 SBS-CA1 SBS-CA1 -45.0
structural concrete
Min. 22 ga., type B, . . Optional additional layer(s) min. 1.5-inch thick
.1.5- ) . )
SC.75 Grade 50 steel or ,F\’/CIJIn isoi;::g;g:rcg,ze;uard Note 2 1 per EnergyGuard Polyiso Insulation or EnergyGuard Ultra 0B500 SBS-CA1 (Optional) SBS-CA1 525
min. 2,500 psi Engr Guard Ultra 1.8 ft? Polyiso Insulation followed by Min. 0.25-inch DensDeck SBS-CA1 ’
structural concrete gy Prime or SECUROCK Gypsum-Fiber Roof Board
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TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Fasten MDP
Attach Attach
No. Note 1 sf
(Note 1) Type ’(\‘r::elzl,) ote 17 Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
Min. 22 ga. tvoe B Min. 2-inch EnerevGuard Optional layers of min. 1.5-inch x max. 4x4 ft base
Gra&e 3§ s.t,eglpor ’ Pon.iso Insulatio?;r 1 per insulation followed by min. 0.25-inch x max. 4x4 ft
SC-76 min. 2.500 psi EnerayGuard Ultra Polviso Note 2 180 DensDeck Prime, DEXcell FA Glass Mat Roof Board or 0OB500 SBS-CA2 None SBS-CA2 -60.0
str .ct IraI cgncrete Ins Iilion Y ’ SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch x
uctu Y max. 4x4 ft EnergyGuard HD Polyiso Cover Board
Min. 22 ga., type B, Min. 2-inch EnergyGuard
Grade 40 steel or Polyiso Insulation or 1 per Min. 0.5-inch DEXcell FA Glass at Roof Board or SECUROCK | OB500, 6-
SC-77 min. 2,500 psi EnergyGuard Ultra Polyiso Note 2 1.45 ft> | Gypsum-Fiber Roof Board inch o.c. SBS-CA2 None SBS-CA2 825
structural concrete Insulation
Min. 22 ga., type B,
Grade 33 steel or Min. 2-inch EnergyGuard 1 per ) . ) (Optional) "
SC-78 min. 2,500 psi Polyiso Insulation Note 2 202 Min. 0.125-inch Sturdy-Dek Asphaltic Cover Board LRF-M SBS-CA1 SBS-CA1 SBS-CA1 -45.0
structural concrete
Min. 22 ga. tvoe B Min. 2-inch EneravGuard Optional layers of min. 1.5-inch x max. 4x4 ft base
Grac.ie 35 s.t’eeYIpor ’ Pol .iso Insulatior?;r 1 per insulation followed by min. 0.25-inch x max. 4x4 ft DEXcell
SC-79 min. 2,500 psi Eneyr Guard Ultra Polviso Note 2 1 ;&2 FA Glass Mat Roof Board or SECUROCK Gypsum-Fiber Roof | LRF-M SBS-CA2 None SBS-CA2 -60.0
stru-ctL’JraI czncrete Insul?t/ion 4 ’ Board or min. 0.5-inch x max. 4x4 ft EnergyGuard HD
Polyiso Cover Board
Min. 22 ga., type B, Min. 2-inch EnergyGuard
Grade 40 steel or Polyiso Insulation or 1 per Min. 0.5-inch DEXcell FA Glass at Roof Board or SECUROCK | LRF-M, 6-
SC-80 min. 2,500 psi EnergyGuard Ultra Polyiso Note 2 1.45 ft> | Gypsum-Fiber Roof Board inch o.c. SBS-CA2 None SBS-CA2 825
structural concrete Insulation
Min. 22 ga., type B,
Grade 33 steel or Min. 2-inch EnergyGuard 1 per . ) ) LRF-M (Optional) "
SC-81 min. 2,500 psi Polyiso Insulation Note 2 20 Min. 0.125-inch Sturdy-Dek Asphaltic Cover Board Canister SBS-CA1 SBS-CA1 SBS-CA1 -45.0
structural concrete
g;;&:ggi't’et;p;& mr.islﬁ;‘l:jgégsrgyGuard 1 per Optional additional layer(s) min. 1.5-inch thick base (Optional)
SC-82 . . v ! Note 2 P insulation followed by Min. 0.25-inch DensDeck Prime or LRF-XF SBS-CA1 P SBS-CA1 -45.0*
min. 2,500 psi EnergyGuard Ultra, 2.0 ft? SECUROCK Gvbsum-Fiber Roof Board SBS-CA1
structural concrete EnergyGuard RA P
in. 22 ga. B in. 2-i _ - . . .
g/lrlgde 3§ast’e2/|poer ’ ’F\,/(I)Iln isol&t;f;ér:ieorfyGuard 1 per Optional additional layer(s) min. 1.5-inch thick base (Optional)
sc-83 ) _ v ' Note 2 P insulation followed by Min. 0.25-inch DensDeck Prime or | LRF-XF SBS-CAL P SBS-CAL | -45.0*
min. 2,500 psi EnergyGuard Ultra, 4.0 ft? SECUROCK Gvbsum-Fiber Roof Board SBS-CA1
structural concrete EnergyGuard RA P
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TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Fasten MDP
Attach Attach
No. Note 1 sf
(Note 1) Type (Note 2, ote 17 Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
Note 11)
Min. 22 ga., type B,
Grade 33 steel or Min. 2-inch EnergyGuard 1 per . . . (Optional) "
SC-84 min. 2,500 psi Polyiso Insulation Note 2 4.0 2 Min. 0.125-inch Sturdy-Dek Asphaltic Cover Board LRF-XF SBS-CA1 SBS-CAL SBS-CA1 -45.0
structural concrete
Groce sOsiestor || M- 1-inch EnergyGuard Lper | Energyeuard Poyiso eulation o EadeyGuard Ut (Optiona)
SC-85 min. 2,500 psi :gzso(;:j:fﬂcl)t:aor Note 2 1.8 ft? Polyiso Insulation followed by Min. 0.25-inch DensDeck LRF-XF SBS-CAL SBS-CA1 SBS-CAL 525
structural concrete gy Prime or SECUROCK Gypsum-Fiber Roof Board
Min. 22 ga., type B, Min. 2-inch EnergyGuard .Optlon.al layers of min. 1:5-|nch x.max. 4x4 ft base
Grade 33 steel or Polviso Insulation or 1 per insulation followed by min. 0.25-inch x max. 4x4 ft
SC-86 min. 2,500 psi Eneyr Guard Ultra Polviso Note 2 1 ;ﬁz DensDeck Prime, DEXcell FA Glass Mat Roof Board or LRF-XF SBS-CA2 None SBS-CA2 -60.0
stru.ctL,JraI c’c))ncrete Insul?t/ion 4 ’ SECUROCK Gypsum-Fiber Roof Board or min. 0.5-inch x
max. 4x4 ft EnergyGuard HD Polyiso Cover Board
HYBRID HOT/COLD-APPLIED SYSTEMS:
Min. 22 ga., type B, . . . . . .
. ) Optional additional layers base insulation followed by min. (Optional)
| Min. 1.5-inch E 1 BP-AA
SC-87 Gr.ade 3 stee. or |n. >-inc 'nergyGuard Note 2 per 0.5-inch Structodek High Density Fiberboard Roof Hot asphalt or BP-AA or SBS-CA1 -45.0*
min. 2,500 psi Polyiso Insulation 2.7 ft? . SBS-AA
Insulation SBS-AA
structural concrete
Min. 22 ga., type B, . - . . . .
. . Optional additional layers base insulation followed by min. (Optional)
SC-88 Gr.ade 3 stee. or Min . 1.5-inch I-;nergyGuard Note 2 1 per 0.25-inch DensDeck Prime or SECUROCK Gypsum-Fiber Hot asphalt BP-AA or BP-AA or SBS-CA1 -45.0*
min. 2,500 psi Polyiso Insulation 3.2 ft? SBS-AA
Roof Board SBS-AA
structural concrete
Min. 22 ga., type B, Optional additional layers base insulation followed by min. (Optional)
Grade 33 steel or Min. 1.5-inch EnergyGuard 1 per 0.5-inch Structodek High Density Fiberboard Roof BP-AA or «
3¢89 1 min. 2,500 psi Polyiso Insulation Note2 | 4 0fe | Insulation or min. 0.25-inch DensDeck Prime or SECUROCK | HOtaSPRalt | g pp~ | BP-AAOr SBSCAL | 450
. SBS-AA
structural concrete Gypsum-Fiber Roof Board
Min. 22 ga., type B, . . . .
Grade 33 steel or Min. 2-inch EnervGuard 1 per Min. 0.25-inch DensDeck, DensDeck Prime or SECUROCK BP-AA or (Optional)
$C-90 ) _ : P’ Note 2 PET | Gypsum-Fiber Roof Board or min. 0.4375-inch DEXcell Hot asphalt BP-AA or SBS-CA1 | -45.0
min. 2,500 psi RA 4.0 ft SBS-AA
Cement Roof Board SBS-AA
structural concrete
in. 22 ga. B ) . igh Density Fi )
Min ga., type B, Min. 1.5-inch EnergyGuard Min 0.5 inch St.ructode.k High Density Flt?erboard Roof (Optional)
Grade 50 steel or A Y 1 per Insulation or min. 0.25-inch DensDeck Prime or SECUROCK BP-AA or
SC-91 . . Polyiso Insulation or Note 2 . R . Hot asphalt BP-AA or SBS-CA1 -60.0*
min. 2,500 psi 1.8 ft? Gypsum-Fiber Roof Board or min. 0.4375-inch DEXcell SBS-AA
EnergyGuard Ultra SBS-AA
structural concrete Cement Roof Board
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TABLE 2B: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE B-1: MECHANICALLY ATTACHED BASE INSULATION, BONDED TOP INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
System Deck Fasten MDP
Attach Attach
No. Note 1 sf
(Note 1) Type (Note 2, ote 17 Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
Note 11)
Min. 22 ga., type B, Optional additional layers base insulation followed by min. (Optional)
Grade 33 steel or Min. 1.5-inch EnergyGuard 1 per 0.5-inch Structodek High Density Fiberboard Roof BP-AA or
H BP-AA - -60.
SC-92 min. 2,500 psi Polyiso Insulation Note 2 1.3 ft? Insulation or min. 0.25-inch DensDeck Prime or SECUROCK PRE 2Pt SBS-AA SBS-AAor SBS-CAL 600
structural concrete Gypsum-Fiber Roof Board
g;:&:g?%i.t’ezp:rsl mrii:o.i;:tngZErgyGuard 1 per Optional additional layer(s) min. 0.5-inch thick base BP-AA or (Optional)
SC-93 . . Y ! Note 2 P insulation followed by min. 0.25-inch DensDeck Prime or 0OB500 BP-AA or SBS-CA1 -45.0*
min. 2,500 psi EnergyGuard Ultra, 2.0ft? . SBS-AA
SECUROCK Gypsum-Fiber Roof Board SBS-AA
structural concrete EnergyGuard RA
Min. 22 ga., type B, Min. 2-inch E Guard ) . ) . . .
Grlz?de 3§i{eeylp:r Polln isollr:1csu|ar:$c:§y var 1 per Optional additional layer(s) min. 0.5-inch thick base BP-AA or (Optional)
SC-94 min. 2.500 psi Engr Guard UItr; Note 2 4 (;)ftz insulation followed by min. 0.25-inch DensDeck Prime or OB500 SBS-AA BP-AA or SBS-CA1 -45.0*
- &200P ey ' : SECUROCK Gypsum-Fiber Roof Board SBS-AA
structural concrete EnergyGuard RA
e | e ey o avor | 0t
SC-95 ) . Polyiso Insulation or Note 2 P .gy . Y . gY OB500 BP-AA or SBS-CA1 -52.5
min. 2,500 psi EnerevGuard Ultra 1.8 ft? Polyiso Insulation followed by Min. 0.25-inch DensDeck SBS-AA SBS-AA
structural concrete &y Prime or SECUROCK Gypsum-Fiber Roof Board
Min. 22 ga. B Min. 1.5-inch E 5 ., 4 . . . .
GrI;de 33gzt’ezp:r ! Polln isoir:snjlatizsrgyGuard 1 per Optional additional layer(s) min. 1.5-inch thick base BP-AA or (Optional)
SC-96 . . M ! Note 2 P insulation followed by Min. 0.25-inch DensDeck Prime or LRF-XF BP-AA or SBS-CA1 -45.0*
min. 2,500 psi EnergyGuard Ultra, 2.0 ft2 A SBS-AA
SECUROCK Gypsum-Fiber Roof Board SBS-AA
structural concrete EnergyGuard RA
Min. 22 ga. B Min. 2-inch E
n ga., type B, |n. inc n.ergyGuard Optional additional layer(s) min. 1.5-inch thick base (Optional)
Grade 33 steel or Polyiso Insulation, 1 per . ) X K . BP-AA or
SC-97 ) ; Note 2 insulation followed by Min. 0.25-inch DensDeck Prime or LRF-XF BP-AA or SBS-CA1 -45.0*
min. 2,500 psi EnergyGuard Ultra, 4.0 ft? A SBS-AA
SECUROCK Gypsum-Fiber Roof Board SBS-AA
structural concrete EnergyGuard RA
Min. 22 ga. B ional itional | in. 1.5-inch thick
GrI:de ngt,eteylpoer ' Min. 1.5-inch EnergyGuard 1 per S:(:Iron?Suaaijlt:gr?soal\:\iij(fa)t:g:or EnI:rc :Euua:rd Ultra BP-AA or (Optional)
5C-98 ) _ Polyiso Insulation or Note 2 P 8y oY rEnerey LRF-XF BP-AA or SBS-CAL | -52.5
min. 2,500 psi EneravGuard Ultra 1.8 ft? Polyiso Insulation followed by Min. 0.25-inch DensDeck SBS-AA SBS-AA
structural concrete gy Prime or SECUROCK Gypsum-Fiber Roof Board

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ & 2018 IBC
Ruberoid® Modified Bitumen Roof Systems; (800) 766-3411

TOP OF APPENDIX

PEER-GAF-007.A.R50 for FL5680-R50 (NON-HVHZ)

Revision 50: 04/09/2026
Appendix 1, Page 37 of 111



TABLE 2c: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Thermal Barrier Insulation Layer(s) Roof Cover (Note 15)
System Deck o s Vapor Barrier e MDP
No. (Note 1) Type EBLEET ttac (Note 15) Type LIl Base Pl Ca (psf)
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8) \ P
CONVENTIONAL SYSTEMS:
0.5-inch Unprimed substrate followed One or more layers, base layer min. 1-inch
Min. 22 ga., D.enlsnDceck Prime No"te 2 ) by GAF SA Vapor Retarder XL thick, optional subsequent layer(s) min. 1.5- (Optional) | SBS-TA
sc.99 Type B, or SECUROCK (D,l:':';ecim" 1 per or GAF SA Primer or Matrix inch thick EnergyGuard Polyiso Insulation, LRF-M, LRF- SBS-TA or SBS-TAor | or APP- 45.0*
Grade 33 Gypsum Fiber g;at:(FlGai)vr;Zme 4.0 ft2 307 Premium Asphalt Primer EnergyGuard Ultra Polyiso Insulation XFor OB500 | APP-TA APP-TA A '
steel VP v followed by GAF SA Vapor Min. 0.25-inch DensDeck Prime or SECUROCK -
Roof Board be used) !
Retarder Gypsum-Fiber Roof Board
0.5-inch Unprimed substrate followed One or more layers, base layer min. 1-inch
Min. 22 ga., D.ensIZ;:eck Prime NoFe 2 ) by GAF SA Vapor Retarder XL thick, optional subsequent layer(s) min. 1.5- (Optional)
sc100 | TYPEB o SECUROCK ;‘?};Z";e”/ " lper | or GAF SA Primer or Matrix inch thick EnergyGuard Polyiso Insulation, LRF-M, LRF- | BP-AA or BP‘_’A nor | sesan | 450t
Grade 33 N ibbed Galvalume 4.0 ft2 307 Premium Asphalt Primer EnergyGuard Ultra Polyiso Insulation XFor OB500 | SBS-AA ’
Gypsum Fiber Plate (Flat) may . . ) SBS-AA
steel followed by GAF SA Vapor Min. 0.25-inch DensDeck Prime or SECUROCK
Roof Board be used) .
Retarder Gypsum-Fiber Roof Board
. One or more layers, base layer min. 1-inch
. 0.5-inch Note 2 . . . )
Min. 22 ga., DensDeck Prime ; ) Unprimed substrate followed thick, optional subsequent layer(s) min. 1.5- (Optional) | SBS-TA
sc101 Type B, or SECUROCK {L?;Zl—;ec_ill:n.’ 1 per by GAF SA Vapor Retarder XL inch thick EnergyGuard Polyiso Insulation, LRF-M, LRF- SBS-TA or SBS-TAor | or APP- 675
Grade 33 Gypsum Fiber g;at:(FlGai)vr;Zme 2.0 ft2 or GAF SA Primer followed by EnergyGuard Ultra Polyiso Insulation XFor OB500 | APP-TA APP-TA A ’
steel vp 4 GAF SA Vapor Retarder Min. 0.25-inch DensDeck Prime or SECUROCK B
Roof Board be used) !
Gypsum-Fiber Roof Board
. One or more layers, base layer min. 1-inch
. 0.5-inch Note 2 . X . R
Min.22ga., | = o Prime X ) Unprimed substrate followed | thick, optional subsequent layer(s) min. 1.5- (Optional)
e Type B, or SECUROCK (Drill-Tec 3[ '"" 1per | by GAF SAVapor Retarder XL | inch thick EnergyGuard Polyiso Insulation, LRF-M, LRF- | BP-AAor BPF-)AA or SBS-AA 75
Grade 33 X Ribbed Galvalume 2.0 ft2 or GAF SA Primer followed by EnergyGuard Ultra Polyiso Insulation XF or OB500 | SBS-AA ’
Gypsum Fiber Plate (Flat) may . ) . SBS-AA
steel GAF SA Vapor Retarder Min. 0.25-inch DensDeck Prime or SECUROCK
Roof Board be used) .
Gypsum-Fiber Roof Board
SELF-ADHERING BASE PLY:
R . . Note 2
_'I\_/Imé éz ga. Z/IEIQU(;OSCIECh (Drill-Tec 3 in. 1 ger Min. 1.5-inch EnergyGuard RA followed by min.
SC-103 ypes, . Ribbed Galvalume p VB-SBS-SA 0.25-inch SECUROCK Ultralight Coated Glass- OB500 SBS-SA None SBS-SA -37.5%
Grade 33 Gypsum Fiber 2.7 ft2
Plate (Flat) may Mat Roof Board
steel Roof Board
be used)
. . . Note 2
.22 ga. . 0.5- . . . .
_'I\_Ame B ga. s'\/lIEI(I;U(;CSJ(:I;Ch (Drill-Tec 3 in. 1 per Min. 1.5-inch EnergyGuard RA followed by min. (Optional) SBS-TA
SC-104 ypes, R Ribbed Galvalume P VB-SBS-SA 0.25-inch SECUROCK Ultralight Coated Glass- 0OB500 SBS-SA SBS-TA, ’ -37.5*
Grade 33 Gypsum Fiber 2.7 ft2 APP-TA
Plate (Flat) may Mat Roof Board APP-TA
steel Roof Board
be used)
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TABLE 2c: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Thermal Barrier Insulation Layer(s) Roof Cover (Note 15)
System Deck o s Vapor Barrier e MDP
No. (Note 1) Type EBLEET ttac (Note 15) Type LIl Base Pl Ca (psf)
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8) \ P
0.5-inch Unprimed substrate followed One or more layers, base layer min. 1-inch
Min. 22 ga., D.enlsnDceck Prime No"te 2 ) by GAF SA Vapor Retarder XL thick, optional subsequent layer(s) min. 1.5- (Optional)
SC-105 Type B, or SECURGCK (D,;Zl';ecim" 1 per or GAF SA Primer or Matrix inch thick EnergyGuard Polyiso Insulation, LRF-M or SBS-SA SBZ—TA SBS-TA, 37.5%
Grade 33 X Ribbed Galvalume 4.0 ft2 307 Premium Asphalt Primer EnergyGuard Ultra Polyiso Insulation OB500 / APP-TA ’
Gypsum Fiber Plate (Flat) may ) - . APP-TA
steel followed by GAF SA Vapor Min. 0.25-inch SECUROCK Ultralight Coated
Roof Board be used)
Retarder Glass-Mat Roof Board
Min. 22 ga., | Min.0.5-inch ;\IDOt/T: .
T B E R K rill-1ec 3 in. 1
SC-106 ype s, SECUROCK Ribbed Galvalume PEr | VB-SBS-SA Min. 1.5-inch EnergyGuard RA 0B500 SBS-SA None SBS-SA -45.0%
Grade 33 Gypsum Fiber 2.7 ft2
Plate (Flat) may
steel Roof Board
be used)
Min. 22 ga,, | Min.0.5-inch ('\I‘DOF:TZ Ny (Optional)
T B ECUROCK rill-Tec 3 in. ~
5C-107 ypes, SECUROCK Ribbed Galvalume | ~PE" | vB-sBs-sA Min. 1.5-inch EnergyGuard RA 0B500 SBS-SA SBS-TA, SBSTA, 1 g o
Grade 33 Gypsum Fiber 2.7 ft2 APP-TA
Plate (Flat) may APP-TA
steel Roof Board
be used)
Min. 22 ga., | Min. 0.5-inch ('\:)0577% 3i
Type B, SECUROCK rifi-1ec 5 in. 1 per Min. 1.5-inch EnergyGuard RA followed by min. .
sc-108 Grade 33 Gypsum Fiber Ribbed Galvalume 2.7 ft2 VB-SBS-SA 0.25-inch SECUROCK Gypsum-Fiber Roof Board 0B500 SBS-SA None SBS-SA 450
Plate (Flat) may
steel Roof Board
be used)
. . . Note 2
_'I\_/Imé éz ga. Z/IEIQU(F){OS_CIECh (Drill-Tec 3 in. 1per Min. 1.5-inch EnergyGuard RA followed by min. (Optional) SBS-TA
sc109 | YPE ) Ribbed Galvalume P VB-SBS-SA 0.25-inch DensDeck Prime or SECUROCK 0B500 SBS-SA SBS-TA, ' | -45.0*
Grade 33 Gypsum Fiber 2.7 ft2 . APP-TA
Plate (Flat) may Gypsum-Fiber Roof Board APP-TA
steel Roof Board
be used)
One or more layers, base layer min. 1-inch
0.5-inch Unprimed substrate followed thick, optional subsequent layer(s) min. 1.5-
Min. 22 ga., D. -m[;: < Pri NOFe 2 . by GAF SA Vapor Retarder XL inch thick EnergyGuard Polyiso Insulation, (Optional)
SEs Type B, ore;;CLeJ(;{OCrll(me 29;2:";23,'"‘/ 1per | or GAF SA Primer or Matrix EnergyGuard Ultra Polyiso Insulation LRF-M, LRF- | oo o SBg-'II'C,)Ana SBS-TA, 45.0%
Grade 33 X tobea Gaivalume | 4 o ¢2 | 307 Premium Asphalt Primer | (Optional) Min. 0.25-inch DensDeck Prime or XF or OB500 ’ APP-TA :
Gypsum Fiber Plate (Flat) may . . APP-TA
steel Roof Board be used) followed by GAF SA Vapor SECUROCK Gypsum-Fiber Roof Board or min.
Retarder 0.5-inch EnergyGuard HD Polyiso Cover Board
or EnergyGuard HD Plus Polyiso Cover Board
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TABLE 2c: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Thermal Barrier Insulation Layer(s) Roof Cover (Note 15)
System Deck o s Vapor Barrier e MDP
No. (Note 1) Type BRI ttac (Note 15) Type ttac Base Pl Ca (psf)
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8) \ P
One or more layers, base layer min. 1-inch
0.5-inch thick, optional subsequent layer(s) min. 1.5-
Min. 22 ga., D;enls.nDceck Prime No"te 2 ) Unprimed substrate followed inch thick EnergyGuard Polyiso Insulation, (Optional)
scagn | TyeeB or SECUROCK 55[;2";923/’”" 1per | by GAFSA Vapor Retarder XL | EnergyGuard Ultra Polyiso Insulation LRF-M, LRF- | oo o SBE—TA SBS-TA, 75
Grade 33 X tooed Baalume | =5 6 f2 | or GAF SA Primer followed by | (Optional) Min. 0.25-inch DensDeck Prime or XF or OB500 ’ APP-TA :
Gypsum Fiber Plate (Flat) may . ; APP-TA
steel GAF SA Vapor Retarder SECUROCK Gypsum-Fiber Roof Board or min.
Roof Board be used) ; .
0.5-inch EnergyGuard HD Polyiso Cover Board
or EnergyGuard HD Plus Polyiso Cover Board
VENTING SYSTEMS:
. Unprimed substrate followed One or more layers, base layer min. 1-inch Opti
- X 3 3 tional
Min. 22 ga., g.s |nDch < Pri NoFe 2 ) by GAF SA Vapor Retarder XL thick, optional subsequent layer(s) min. 1.5- (On’:e or )
sc112 Type B, ofgécszocrll(me {D,[:’:';ec 3[ m.I 1 per or GAF SA Primer or Matrix inch thick EnergyGuard Polyiso Insulation, LRF-M, LRF- BP-LL more BP- SBS-AA 45,0
Grade 33 Gvpsum Fiber g;at:(in)V;gme 4.0 ft2 307 Premium Asphalt Primer EnergyGuard Ultra Polyiso Insulation XF or OB500 AA SBS ’
steel P 4 followed by GAF SA Vapor (Optional) Min. 0.25-inch DensDeck Prime or ’ ;
Roof Board be used) ! AA
Retarder SECUROCK Gypsum-Fiber Roof Board
. One or more layers, base layer min. 1-inch .
. 4 Optional
Min. 22 ga., ([)).SnmE;:h K Prim NOFe 2 ) Unprimed substrate followed thick, optional subsequent layer(s) min. 1.5- E)nF:e or )
sk Type B, ofS;CEICROCK € | (Drill-Tec 3 in. 1per | by GAF SA Vapor Retarder XL | inch thick EnergyGuard Polyiso Insulation, LRF-M, LRF- | o more BP- | SBS-AA 75
Grade 33 . Ribbed Galvalume 2.0 ft2 or GAF SA Primer followed by EnergyGuard Ultra Polyiso Insulation XF or OB500 ore :
Gypsum Fiber Plate (Flat) may ) . ] ) AA, SBS-
steel GAF SA Vapor Retarder (Optional) Min. 0.25-inch DensDeck Prime or
Roof Board be used) . AA
SECUROCK Gypsum-Fiber Roof Board
COLD-APPLIED SYSTEMS:
One or more layers, base layer min. 1-inch
0.5-inch Unprimed substrate followed thick, optional subsequent layer(s) min. 1.5-
Min. 22 ga., D;ar;lsnl)ceck Prime ;\lote 2 by GAF SA Vapor Retarder XL inch thick EnergyGuard Polyiso Insulation,
Drill-Tec 3 in. Y . . . .
Type B, 1 per or GAF SA Primer or Matrix EnergyGuard Ultra Polyiso Insulation LRF-M, LRF- (Optional)
-114 ECUROCK i - - -45.0%*
s¢ Grade3s | OFSECUROC Ribbed Galvalume | 4 ¢z | 307 premium Asphalt Primer | (Optional) Min. 0.25-inch DensDeck Prime or xForops0o | SBYCAL | gpscar | SBSCAL | 450
Gypsum Fiber Plate (Flat) may . .
steel followed by GAF SA Vapor SECUROCK Gypsum-Fiber Roof Board or min.
Roof Board be used) - '
Retarder 0.5-inch EnergyGuard HD Polyiso Cover Board
or EnergyGuard HD Plus Polyiso Cover Board
One or more layers, base layer min. 1-inch
. thick, optional subsequent layer(s) min. 1.5-
. 0.5-inch Note 2 ) . . . .
Min. 22 ga., bensDeck Prime (Dril-Tec 3 Unprimed substrate followed inch thick EnergyGuard Polyiso Insulation,
Type B, Qg /ec 3 in. 1 per by GAF SA Vapor Retarder XL EnergyGuard Ultra Polyiso Insulation LRF-M, LRF- (Optional)
- SECUROCK i R - - -67.
SCIS 1 Grade 33 e ﬁ;gf:‘;’ig”;’;””e 2072 | or GAF SA Primer followed by | (Optional) Min. 0.25-inch DensDeck Prime or | XForoBs0o | S50 CAL | ggs.cag | SBSCAL | 675
steel P v GAF SA Vapor Retarder SECUROCK Gypsum-Fiber Roof Board or min.
Roof Board be used) ) .
0.5-inch EnergyGuard HD Polyiso Cover Board
or EnergyGuard HD Plus Polyiso Cover Board
HYBRID HOT/COLD APPLIED SYSTEMS:
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TABLE 2c: STEEL DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-2: MECHANICALLY ATTACHED THERMAL BARRIER, BONDED VAPOR BARRIER, BONDED TOP INSULATION, BONDED ROOF COVER

Thermal Barrier Insulation Layer(s) Roof Cover (Note 15)
System Deck o s Vapor Barrier e MDP
No. (Note 1) Type EBLEET ttac (Note 15) Type LIl Base Ca (psf)
yp (Note 2, Note 11) (Note 17) yp (Notes 6,7,8) P
0.5-inch Unprimed substrate followed One or more layers, base layer min. 1-inch
Min. 22 ga., D.enlsnDceck Prime No"te 2 ) by GAF SA Vapor Retarder XL thick, optional subsequent layer(s) min. 1.5- (Optional)
SC-116 Type B, or SECUROCK (D,;Zl';ecim" 1 per or GAF SA Primer or Matrix inch thick EnergyGuard Polyiso Insulation, LRF-M, LRF- BP-AA or BP-AA or SBS-CA1 45.0*
Grade 33 I Ribbed Galvalume 4.0 ft2 307 Premium Asphalt Primer EnergyGuard Ultra Polyiso Insulation XFor OB500 | SBS-AA '
Gypsum Fiber Plate (Flat) may . . . SBS-AA
steel followed by GAF SA Vapor Min. 0.25-inch DensDeck Prime or SECUROCK
Roof Board be used) !
Retarder Gypsum-Fiber Roof Board
. One or more layers, base layer min. 1-inch
. 0.5-inch Note 2 . X ) R
Min.22ga., | = o Prime ; ) Unprimed substrate followed | thick, optional subsequent layer(s) min. 1.5- (Optional)
scq17 | TypeB, or SECUROCK (D;Zl—;ec 3[ '"‘I 1per | by GAFSAVapor Retarder XL | inch thick EnergyGuard Polyiso Insulation, LRF-M, LRF- | BP-AAor BPF—)AA or ses-cAl | 675
Grade 33 e Fbar ﬁ;at e (FZ‘: )":,:me 2.0ft2 | or GAF SA Primer followed by | EnergyGuard Ultra Polyiso Insulation XF or OB500 | SBS-AA SBSAA :
steel VP v GAF SA Vapor Retarder Min. 0.25-inch DensDeck Prime or SECUROCK :
Roof Board be used) .
Gypsum-Fiber Roof Board

TABLE 2p: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer P v MDP
No. (Note 1) (Note 3, Note 13) Type R Attach Base Ply Ply Cap Ply (psf)
(Note 2, Note 11) (Note 17)
CONVENTIONAL SYSTEMS:
Min. 22 ga., type B, Grade 33 Min. 0.25-inch DensDeck (Optional)
| 1 BS-TA BS-TA
SC-118 | steel or min. 2,500 psi S;ni;;;g: ﬁ)y;':'l;';y Prime or SECUROCK Gypsum- | Note 2 . g?_trz ipi_T A°r SBS-TA or ZPSP_T A°r -30.0*
structural concrete ! Fiber Roof Board ’ APP-TA
Min. 22 ga., type B, Grade 33 | (Optional) One or more Min. 0.25-inch DensDeck (Optional)
1 SBS-TA SBS-TA
SC-119 steel or min. 2,500 psi layers, any combination, | Prime or SECUROCK Gypsum- | Note 2 3 Zpitrz APP-TAor SBS-TA or APP-TAor -37.5%
structural concrete loose laid Fiber Roof Board ’ APP-TA
Drill-Tec #12 Fastener, Drill-Tec #12 DP Fastener, Drill-Tec
#14 Fastener, Drill-Tec #14 DP Fastener with Drill-Tec 3”
. Min. 0.5-inch DensDeck Flat Steel Plate, Drill-Tec 3” Standard Steel Plate, Drill-Tec (Optional) BP-
Min. 22 ga., type B, Grade 33 One or more layers, any Prime or min. 0.375-inch 3/in. Ribbed Galvalume Plate (Flat), Drill-Tec AccuTrac Flat 1 per BP-AA, SBS- AA SBS-AA BP-AA, SBS-
SC-120 steel or min. 2,500 psi L W e X Plate or Drill-Tec #12 DF Fastener or Drill-Tec #12 DP 5 AA, SBS-TA 4 ’ AA, SBS-TA -45.0*
structural concrete combination, loose laid SECUROCK Gypsum-Fiber Fastener with Drill-Tec 3” DF Steel Insulation Plate or Drill- 4.0ft or APP-TA SBS-TA or or APP-TA
Roof Board Tec ASAP 38, Drill-Tec 3” ASAP Flat, Drill-Tec Heavy Duty APP-TA
ASAP Roofing Fastener Assembled with a 3” Metal Plate
or Dekfast #12-PH3-G3
Min. 22 ga., type B, Grade 33 Min. 0.25-inch DensDeck (Optional)
SC-121 steel or min. 2,500 psi CO;:‘;LZEZ;? Iﬁ)yjsr:’lsir;y Prime or SECUROCK Gypsum- | Note 2 zllg,efrtz SA?:’?:’ 11—_'20" SBS-TA or i?)i 11—_'20" -45.0*
structural concrete 1 Fiber Roof Board ’ APP-TA
Min. 22 ga., type B, Grade 33 Min. 0.5-inch Structodek .
. . One or more layers, any . - 1 per (Optional) SBS-AA,
- .2 . . D 2 BS- -45.0*
SC-122 steel or min. 2,500 psi combination, loose laid High fensny Fiberboard Roof | Note 2012 SBS-AA SBS-AA SBSTA 45.0
structural concrete Insulation
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TABLE 2p: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer P Fy " MDP
No. (Note 1) (Note 3, Note 13) Type astener Famich Base Ply Ply Cap Ply (psf)
(Note 2, Note 11) (Note 17)
. (Optional) BP-
Min. 22 g2, type B, G.rade 3 One or more layers, any | Min. 0.25-inch SECUROCK 1 per BP-AA, SB5- AA, SBS-AA, SBS-AA,
SC-123 steel or min. 2,500 psi L . . Note 2 AA, SBS-TA SBS-TA or -45.0*
combination, loose laid Gypsum-Fiber Roof Board 2.0 ft2 SBS-TA or
structural concrete or APP-TA APP-TA
APP-TA
Fasteners: Note 2
Min. 22 ga., Type B, Grade 33 | One or more layers, Min. 0.125-inch Sturdy-Dek | Plates: Drill-Tec 3” Standard Steel Plate, Drill- 1per | sBs-TAor | \Optional SBS-TA or .
SC-124 steel or min. 2,500 psi min. 1.5-inch, any Asphaltic Cover Board Tec AccuTrac Flat Plate, Drill-Tec 3” Flat Steel 322 APP-TA SBS-TA or APP-TA -47.5
structural concrete combination, loose laid P Plate, Drill-Tec DF Steel Insulation Plate or : APP-TA
Drill-Tec 3 in. Ribbed Galvalume Plate (Flat)
Min. 22 ga., type B, Grade 33 . . SBS-AA, (Optional) SBS-AA,
SC-125 | steel or min. 2,500 psi O"e;’_r ”lf’re 'fyers'la_';y g'"' O'ZSF_'SCh: chu;ocg Note 2 11 é’ftrz SBS-TA, SBS-AA, SBS- | SBS-TA, 525
structural concrete combination, foose ! ypsum-riber Foot Foar ' APP-TA TA,APP-TA | APP-TA
Min. 22 ga., type B, Grade 33 . . SBS-AA, (Optional) SBS-AA,
SC-126 | steel or min. 2,500 psi S;n'i;;;gs 'I"’;yfsr:'lzi';y 2/:::;325 inch DensDeck Note 2 114’;ef'tz SBS-TA, SBS-AA, SBS- | SBS-TA, 525
structural concrete ! ' APP-TA TA, APP-TA APP-TA
127 N, 22 g2, type > iirade 33 | One or more layers, any | Min. 0.5-inch SECUROCK ». 4 1per | SBS-TA, (S(;ET'TCX""X)PP_ SBS-TA, 525
o P combination, loose laid Gypsum-Fiber Roof Board 1.8ft2 | APP-TA ! APP-TA ’
structural concrete TA
. (Optional) BP-
Min. 22 ga., type B, Grade 33 | 1\ e layers, any | Min. 0.5-inch SECUROCK 1per | BP-AA, SBS- | AA, SBS-AA, SBS-AA,
SC-128 steel or min. 2,500 psi L . . Note 2 (#14 only) ) SBS-TA or -60.0
combination, loose laid Gypsum-Fiber Roof Board 1.8 ft AA SBS-TA or
structural concrete APP-TA
APP-TA
Min. 22 ga., type B, Grade 33 Min. 0.25-inch DensDeck (Optional)
| 1 BS-TA, BS-TA
5C-129 | steel or min. 2,500 psi One or more fayers, any | oo or SECUROCK Gypsum- | Note 2 per | SBS-TA, SBS-TA, APP- | SO0 TA -60.0
combination, loose laid . 1.3 ft? APP-TA APP-TA
structural concrete Fiber Roof Board TA
Min. 22 ga., type B, Grade 33 Min. 0.5-inch DensDeck (Optional) BP-
SC-130 | steel or min. 2,500 psi One or more layers, any. | oo o SECUROCK Gypsum- | Note 2 Lper | BP-AAOr | ) ses-an, | BSAA -60.0
combination, loose laid . 2.0 ft? SBS-AA SBS-TA
structural concrete Fiber Roof Board SBS-TA
Min. 22 ga., type B, Grade 33 Min. 0.5-inch Structodek (Optional)
1 BS-
SC-131 | steel or min. 2,500 psi One or more layers, any | 1, pensity Fiberboard Roof | Note 2 PET | sBs-AA SBS-AA or SBS-AA, -67.5
combination, loose laid ) 1.0 ft SBS-TA
structural concrete Insulation SBS-TA
Min. 22 ga., type B, Grade 40 . . .
. . One or more layers, any Min. 0.25-inch DensDeck 1 per (Optional)
SC-132 steel or min. 2,500 psi combination, loose laid Prime Note 2 1.45 2 SBS-TA SBS-TA SBS-TA 67.5
structural concrete
Min. 22 ga., T B, Grade 33 Opti |
133 | contor e o | Oneormorelayers,any | Min. 0.375-inch SECUROCK | lper | SBS-TA, (SBz_'T"A"?PP_ SBS-TA, s
T P combination, loose laid Gypsum-Fiber Roof Board 1.3ft2 | APP-TA ! APP-TA ’
structural concrete TA
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TABLE 2p: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer P Fy " MDP
No. (Note 1) (Note 3, Note 13) Type astener Famich Base Ply Ply Cap Ply (psf)
(Note 2, Note 11) (Note 17)
Min. 22 ga., type B, Grade 40 . . .
) . One or more layers, any | Min. 0.25-inch SECUROCK 1 per (Optional)
- teel . 2,500 - - -75.

SC-134 steelormin. &, ps! combination, loose laid Gypsum-Fiber Roof Board Note 2 1.45 ft? gosTA SBS-TA SBS-TA 750

structural concrete
Fasteners: Note 2
Min. 22 ga.., Type B, G.rade 40 Or.1e or mpre layers, Min. 0.125-inch Sturdy-Dek Plates: Drill-Tec 3” StandarFi Steel Plate, Drill- 1 per SBS-TA, (Optional) SBS-TA,

SC-135 steel or min. 2,500 psi min. 1.5-inch, any Asphaltic Cover Board Tec AccuTrac Flat Plate, Drill-Tec 3” Flat Steel 1452 | APP-TA SBS-TA, APP- APP-TA -75.0

structural concrete combination, loose laid P Plate, Drill-Tec DF Steel Insulation Plate or ’ TA
Drill-Tec 3 in. Ribbed Galvalume Plate (Flat)
Min. 22 ga., type B, Grade 33 Min. 0.5-inch DensDeck (Optional) BP-

SC-136 steel or min. 2,500 psi One o.r mQre layers, a.ny Prime or SECUROCK Gypsum- | Note 2 1 perz BP-AA or AA, SBS-AA, SBS-AA, -82.5

combination, loose laid . 1.6 ft SBS-AA SBS-TA
structural concrete Fiber Roof Board SBS-TA
:g;] Zr?wigna.i;y:: Bt,yf);age ® One or more layers, any Min. 0.5-inch DensDeck 1 per BP-AA or (Optional) BP- SBS-AA
SC137 | Grade 80 steel or min. 2,500 | combination, loose laid | -1 Of SECUROCK Gypsum- | Note 2 1.6t | SBS-AA AR SBS-AR | ops A 900
. Fiber Roof Board SBS-TA
psi structural concrete
Min. 20 ga., type B, Grade 33 (Optional)

SC.138 steel or min. 22 ga., type B, One or more layers, any | Min. 0.5-inch DensDeck Note 2 1 per SBS-TA, SBFS)—TA APP- SBS-TA, -90.0
Grade 80 steel or min. 2,500 combination, loose laid Prime 1.0 ft? APP-TA TA ! APP-TA '
psi structural concrete
Min. 22 ga. B i |

$C-139 st(lar:el or ﬁqaw; t;pSGOO, C;rade 3 One or more layers, any | Min. 0.5-inch SECUROCK Note 2 1 per SBS-TA, (S(;ET#TaA)PP- SBS-TA, 975

T P combination, loose laid Gypsum-Fiber Roof Board 1.0ft2 | APP-TA ! APP-TA ’
structural concrete TA
's\:lclere]all 2:1513”2;\/;’: Bt'y(;;ase = One or more layers, any M iy 1 per BP-AA or (Optional) BP- SBS-AA
il o v ’ ’ Pri SECUROCK G - | Note2 - AA, SBS-AA i -97.
SC140 | Grade 80 steel or min. 2,500 | combination, loose faid | ™ O ypsum- | Note 1.45ft2 | SBS-AA 4 | sBS-TA 975
. Fiber Roof Board SBS-TA
psi structural concrete
Min. 22 ga., type B, Grade 33 . . (Optional)
. . One or more layers, any Min. 0.5-inch DensDeck 1 per SBS-TA, SBS-TA,

SC-141 steel or min. 2,500 psi combination, loose laid Prime Note 2 (#14 only) 1.0 f2 APP-TA SBS-TA, APP- APP-TA -105.0
structural concrete TA
Min. 22 ga., type B, Grade 33 . . .

. . One or more layers, any Min. 0.5-inch SECUROCK 1 per (Optional)
- .2 2 (#1 - - -105.

SC-142 steel or min. 2,500 psi combination, loose laid Gypsum-Fiber Roof Board Note 2 (#14 only) 1.0 ft? APP-TA APP-TA APP-TA 05.0
structural concrete

(Optional) VB-BP1-AA,
Min. 22 ga., type B, Grade 33 | VB-BP2-AA or VB-SBS- i X .
.0.5- E 1
SC-143 | steel or min. 2,500 psi AA over concrete deck | VN 0-5-inch SECUROCK Note 2 (#14 only) PET | sBs-TA (Optional) SBS-TA -120.0
Gypsum-Fiber Roof Board 1.0 ft SBS-TA
structural concrete One or more layers, any
combination, loose laid
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TABLE 2p: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer P Fy " MDP
No. (Note 1) (Note 3, Note 13) Type astener Famich Base Ply Ply Cap Ply (psf)
(Note 2, Note 11) (Note 17)
Min. 22 ga., type B, Grade 80 . . .
sc-144 steel or min. 2,500 psi One qr mF>re layers, a.ny M!n. 0.5-inch DensDeck Note 2 1 per SBS-TA (Optional) SBS-TA 1275
combination, loose laid Prime 1.0 ft? SBS-TA
structural concrete
SELF-ADHERING BASE PLY:
Min. 22 ga., type B, Grade 33 . . (Optional) SBS-SA,
SC-145 | steel or min. 2,500 psi S;‘:\;;;zs 'ﬁ)y;r:'lzi’;y g'"'sgr'rzlsﬁ'gzrsif?;?afg Note 2 312"?; SBS-SA SBS-SA, SBS- | SBS-TA, -30.0*
structural concrete ! vp : TA, APP-TA APP-TA
Min. 22 ga., type B, Grade 33 | (Optional) One or more ) . (Optional) SBS-SA,
. . L. Min. 2.0-inch E 1
SC-146 | steel or min. 2,500 psi layers, any combination, | o™ E?]:C Gu"aer';jgﬁ‘::rd Note 2 o | SBSSA SBS-SA, SBS- | SBS-TA, -37.5*
structural concrete loose laid gy ’ TA, APP-TA APP-TA
Min. 2-inch E
Min. 22 ga., type B, Grade 33 | (Optional) One or more Polln isolrncsula:gfyGuard 1 per (Optional) SBS-TA
SC-147 steel or min. 2,500 psi layers, any combination, v ! Note 2 P SBS-SA SBS-TA, APP- ’ -37.5%
) EnergyGuard Ultra, 4.0 ft? APP-TA
structural concrete loose laid TA
EnergyGuard RA
Min. 22 ga., type B, Grade 33 One or more layers, an GMmsSn?Fslblcre]:;chfs:aorgir 1 per (Optional) SB5-5A,
$C-148 | steel or min. 2,500 psi T more fayers, any | 3yp : Note 2 P SBS-SA SBS-SA, SBS- | SBS-TA, -45.0*
combination, loose laid SECUROCK Ultralight Coated 2.7 ft?
structural concrete TA, APP-TA APP-TA
Glass-Mat Roof Board
Min. 22 ga., type B, Grade 33 . . (Optional)
$C-149 steel or min. 2,500 psi One qr mgre layers, a.ny Min. 0.25 .|nch SECUROCK Note 2 1 per2 SBS-SA SBS-TA or SBS-TA or -45.0*
combination, loose laid Gypsum-Fiber Roof Board 2.0 ft APP-TA
structural concrete APP-TA
Min. 0.5-i E .
Min. 22 ga., Type B, Grade 33 One or more layers, any HI;nPgl\fislgcChovz;engg;:ard 1 per (Optional) SBS-TA
-1 | in. 2 i ’ ! N 2 BS-SA BS-TA, APP- i -45.0*
5C-150 steel or min. 2,500 psi combination, loose laid EnergyGuard HD Plus Polyiso ote 2.0 ft? SBS-S SBS-TA, APP-TA >0
structural concrete TA
Cover Board
Min. 22 ga., type B, Grade 33 | (Optional) One or more . . .
. . Py Min. 1.5-inch EnergyGuard 1 per (Optional)
-151 teel . 2,500 | binat N 2 BS-SA BS-SA -45.0*
SC15 steet ormin. £,500 psi avers, any compination | ga or EnergyGuard Ultra ote 2.0 ft2 SBS-S SBS-SA SBS-S >0
structural concrete loose laid
Min. 1.5-inch E Guard
Min. 22 ga., type B, Grade 33 | (Optional) One or more Polln 5o InI:SIatigsrgy var 1 per (Optional) SBS-TA
SC-152 steel or min. 2,500 psi layers, any combination, v ’ Note 2 P SBS-SA SBS-TA, APP- ! -45.0*
. EnergyGuard Ultra, 2.0 ft? APP-TA
structural concrete loose laid TA
EnergyGuard RA
in. 2.0-i E .
Min. 22 ga., type B, Grade 33 | (Optional) One or more PMO'F iso?r:25|2ti2§rgy6uard 1 per (Optional) SBS-TA
SC-153 steel or min. 2,500 psi layers, any combination, v ! Note 2 P SBS-SA SBS-TA, APP- g -45.0*
. EnergyGuard Ultra, 3.2 ft? APP-TA
structural concrete loose laid TA
EnergyGuard RA

ONEMO ETC, LLC

Certificate of

Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ & 2018 IBC
Ruberoid® Modified Bitumen Roof Systems; (800) 766-3411
TOP OF APPENDIX

PEER-GAF-007.A.R50 for FL5680-R50 (NON-HVHZ)

Revision 50: 04/09/2026
Appendix 1, Page 44 of 111



TABLE 2p: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer P y MDP
No. (Note 1) (Note 3, Note 13) Type BT Attach | o0 ply Ply Cap Ply (psf)
(Note 2, Note 11) (Note 17)
Min. 22 ga., type B, Grade 33 | (Optional) One or more . . .
) - L Min. 2.0-inch EnergyGuard 1 per (Optional) "
SC-154 steel or min. 2,500 psi layers, aTny combination, RA or EnergyGuard Ultra Note 2 202 SBS-SA SBS-SA SBS-SA -45.0
structural concrete loose laid
Min. 22 ga., type B, Grade 33 . . (Optional)
SC-155 | steel or min. 2,500 psi One or more [avers, any |, Min. 0.25-inch SECUROCK |, LPer | sps-sa SBS-TA or SEBSTAOT | sy
combination, loose laid Gypsum-Fiber Roof Board 1.6 ft? APP-TA
structural concrete APP-TA
Min. 22 ga., type B, Grade 33 . . (Optional)
SC-156 steel or min. 2,500 psi One qr mpre layers, a.ny Min. 0.5 |r?ch SECUROCK Note 2 1 per SBS-SA SBS-TA or SBS-TA or 525
combination, loose laid Gypsum-Fiber Roof Board 1.8 ft? APP-TA
structural concrete APP-TA
Min. 22 ga., type B, Grade 33 Min. 0.25-inch SECUROCK (Optional)
SC-157 steel or min. 2,500 psi One o.r m9re layers, a.ny Ultralight Coated Glass-Mat Note 2 1 per SBS-SA SBS-TA or SBS-TA or -52.5
combination, loose laid 1.3 ft? APP-TA
structural concrete Roof Board APP-TA
Min. 22 ga., type B, Grade 50 | (Optional) One or more ) . .
. . L. Min. 1.5-inch E 1 |
SC-158 | steel or min. 2,500 psi layers, any combination, | M- 1:3-inch EnergyGuard | 1., Pl | sBssA {Optional) SBS-TA -60.0
. Polyiso Insulation 1.8 ft? SBS-TA
structural concrete loose laid
Min. 22 ga., type B, Grade 33 | (Optional) One or more . . (Optional)
SC-159 steel or min. 2,500 psi layers, any combination, Min. 1.5-inch EnergyGuard Note 2 1 per SBS-SA SBS-TA, APP- SBS-TA, -60.0
A RA or EnergyGuard Ultra 1.3 ft? APP-TA
structural concrete loose laid TA
Min. 22 ga., type B, Grade 33 | (Optional) One or more . . (Optional)
SC-160 | steel or min. 2,500 psi layers, any combination, | Nin- 20-inch EnergyGuard o, Lper | ses-sa SBS-TA, APP- | S0 TA -60.0
. RA or EnergyGuard Ultra 1.45 ft? APP-TA
structural concrete loose laid TA
Min. 22 ga., type B, Grade 33 | (Optional) One or more Min. 2-inch EnergyGuard 1 per (Optional) SBS-TA
SC-161 steel or min. 2,500 psi layers, any combination, | Polyiso Insulation, Note 2 1 gftZ SBS-SA SBS-TA, APP- APP TAI -60.0
structural concrete loose laid EnergyGuard Ultra ’ TA
Min. 22 ga., type B, Grade 33 Min. 0.25-inch DensDeck (Optional)
SC-162 | steel or min. 2,500 psi S;n'i;:];fg: 'foyfsr:'l;';y Prime or SECUROCK Gypsum- | Note 2 11 Pen | sBs-sA SBS-TA or iiSP_TT‘im -60.0
structural concrete ! Fiber Roof Board ’ APP-TA
Min. 22 ga., type B, Grade 33 . . (Optional)
SC-163 | steel or min. 2,500 psi One or more layers, any |, Min. 0.5-inch SECUROCK Note 2 (#14 only) Lper | cpssa SBS-TA or SBSTAor | g6
combination, loose laid Gypsum-Fiber Roof Board 1.8 ft? APP-TA
structural concrete APP-TA
Min. 22 ga., Type B, Grade 33 | (Optional) One or more Min. 1.5-inch EnergyGuard 1 per (Optional) SBS-TA
SC-164 steel or min. 2,500 psi layers, any combination, | Polyiso Insulation, Note 2 1 gﬂz SBS-SA SBS-TA, APP- APP—TA' -67.5
structural concrete loose laid EnergyGuard Ultra : TA
Min. 22 ga., Type B, Grade 33 . . (Optional)
SC-165 | steel or min. 2,500 psi One or more layers, any | Min. 0.375-inch SECUROCK |\ \ Lper | oo sa SBS-TA, APP- | B> TA -67.5
combination, loose laid Gypsum-Fiber Roof Board 1.3 ft APP-TA
structural concrete TA
VENTING SYSTEMS:
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TABLE 2p: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Top Insulation Layer Rf Cover (Note 15)
System Deck Base Insulation Layer P y MDP
No. (Note 1) (Note 3, Note 13) Type B Famich Base Ply Ply Cap Ply (psf)
(Note 2, Note 11) (Note 17)
Min. 22 ga., type B, Grade 33 | (Optional) One or more Min. 2-inch EnergyGuard 1 o&r (Optional)
SC-166 steel or min. 2,500 psi layers, any combination, | Polyiso Insulation, Note 2 4 (;)ftz BP-LL One or more SBS-AA -37.5%
structural concrete loose laid EnergyGuard Ultra \ BP-AA, SBS-AA
Min. 22 ga., type B, Grade 33 | (Optional) One or more . . (Optional)
SC-167 steel or min. 2,500 psi layers, any combination, PM(;r.isl(;Slr:gjlr;tﬁgsrgyGuard Note 2 Z:lg?trz BP-LL One or more SBS-AA -45.0*
structural concrete loose laid v : BP-AA, SBS-AA
Min. 22 ga., type B, Grade 33 | (Optional) One or more ) . (Optional)
SC-168 steel or min. 2,500 psi layers, any combination, a/lAm 1.5-inch EnergyGuard Note 2 21(;)::2 BP-LL One or more SBS-AA -45.0*
structural concrete loose laid ’ BP-AA, SBS-AA
Min. 22 ga., type B, Grade 33 | (Optional) One or more . . (Optional)
SC-169 steel or min. 2,500 psi layers, any combination, m'tr:él's inch EnergyGuard Note 2 ;Zp?trz BP-LL One or more SBS-AA -45.0*
structural concrete loose laid : BP-AA, SBS-AA
Min. 22 ga., type B, Grade 33 | (Optional) One or more . .
SC-170 | steel or min. 2,500 psi layers, any combination, :'A'”‘ 25-inch EnergyGuard |\ o) 41 o | e BP-AA, SBS-AA | SBS-AA -45.0*
structural concrete loose laid ’
Min. 22 ga., type B, Grade 33 | (Optional) One or more . . (Optional)
SC-171 steel or min. 2,500 psi layers, any combination, PM;r.i:olrnZZE:gsyGuard Note 2 ;;:2 BP-LL One or more SBS-AA -45.0*
structural concrete loose laid ¥ : BP-AA, SBS-AA
Min. 22 ga., type B, Grade 33 | (Optional) One or more . .
; R L Min. 3-inch EnergyGuard 1 per One or more "
SC-172 steel or min. 2,500 psi layers, aTny combination, Polyiso Insulation Note 2 402 BP-LL BP-AA, SBS-AA SBS-AA -45.0
structural concrete loose laid
Min. 22 ga., type B, Grade 33 | (Optional) One or more . K (Optional)
SC-173 steel or min. 2,500 psi layers, any combination, PM(;F.isl(;Slr:g:lf;tIi:rgyGuard Note 2 2132; BP-LL One or more SBS-AA -52.5
structural concrete loose laid Y : BP-AA, SBS-AA
Min. 22 ga., type B, Grade 50 | (Optional) One or more . X (Optional)
Min. 1.5- E 1
SC-174 steel or min. 2,500 psi layers, any combination, Polln isoSIr::LTlf;tiZErgyGuard Note 2 1 g?trz BP-LL One or more SBS-AA -60.0
structural concrete loose laid ¥ : BP-AA, SBS-AA
Min. 22 ga., type B, Grade 33 | (Optional) One or more . . (Optional)
SC-175 steel or min. 2,500 psi layers, any combination, m:};z'o inch EnergyGuard Note 2 21(?:2 BP-LL One or more SBS-AA -60.0
structural concrete loose laid : BP-AA, SBS-AA
Min. 22 ga., type B, Grade 33 | (Optional) One or more . . (Optional)
. 2- E 1
SC-176 steel or min. 2,500 psi layers, any combination, PMolr isoIFnZZIa:%gyGuard Note 2 ) g:trz BP-LL One or more SBS-AA -60.0
structural concrete loose laid Y : BP-AA, SBS-AA
Min. 22 ga., type B, Grade 33 | (Optional) One or more 1 per (Optional)
SC-177 steel or min. 2,500 psi layers, any combination, | Min. 2-inch EnergyGuard RA Note 2 1 4’; 2 BP-LL One or more SBS-AA -67.5
structural concrete loose laid ’ BP-AA, SBS-AA
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TABLE 2p: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Top Insulation Layer Rf Cover (Note 15)
System Deck Base Insulation Layer P y MDP
No. (Note 1) (Note 3, Note 13) Type B Famich Base Ply Ply Cap Ply (psf)
(Note 2, Note 11) (Note 17)
Min. 22 ga., type B, Grade 33 | (Optional) One or more . ) (Optional)
SC-178 steel or min. 2,500 psi layers, any combination, 2/I0||r1.i520||nncsl:]|Ea:ieorfyGuard Note 2 114;;efrtz BP-LL One or more SBS-AA -75.0
structural concrete loose laid Y A BP-AA, SBS-AA
Min. 22 ga., type B, Grade 33 | (Optional) One or more . . (Optional)
SC-179 steel or min. 2,500 psi layers, any combination, mltr;lo inch EnergyGuard Note 2 1142?;2 BP-LL One or more SBS-AA -75.0
structural concrete loose laid ’ BP-AA, SBS-AA
SBS-AA
Min. 22 ga.., type B, G.rade 33 | (Optional) One 0|.' m(?re Min. 2-inch EnergyGuard 1 per (Optional) (ASTM
SC-180 steel or min. 2,500 psi layers, any combination, X . Note 2 , | BP-LL One or more D6164, -82.5
. Polyiso Insulation 1.45 ft
structural concrete loose laid BP-AA, SBS-AA | polyester
only)
Min. 22 ga., type B, Grade 33 | (Optional) One or more ) ) (Optional)
. . L. Min. 3-inch E 1
SC-181 steel or min. 2,500 psi layers, any combination, Polln isaollnncsula:gfyGuard Note 2 1 g?trz BP-LL One or more SBS-AA -82.5
structural concrete loose laid ¥ ’ BP-AA, SBS-AA
Min. 22 ga., type B, Grade 33 One or more lavers. an 1 per (Optional)
SC-182 steel or min. 2,500 psi combination onose'laidy Min. 0.25-inch DensDeck Note 2 1 (r)thZ BP-LL One or more SBS-AA -82.5
structural concrete ! : BP-AA, SBS-AA
Min. 22 ga., type B, Grade 33 One or more lavers. an Min. 0.25-inch DensDeck 1 per (Optional)
SC-183 steel or min. 2,500 psi combination onosellaidy Prime or SECUROCK Gypsum- | Note 2 1 (;)ftz BP-LL One or more SBS-AA -97.5
structural concrete ! Fiber Roof Board : BP-AA, SBS-AA
COLD-APPLIED SYSTEMS:
Min. 22 ga., type B, Grade 33 One or more lavers. an Min. 0.5-inch Structodek 1 per
SC-184 | steel or min. 2,500 psi " MOTe 1ayers, Ay | ieh Density Fiberboard Roof | Note 2 P BP-CA None SBS-CA -45.0*
combination, loose laid \ 2.0 ft?
structural concrete Insulation
Min. 22 ga., t B, Grade 33
sc185 st;zl o ﬁfm ;pSEOO, s'ira € One or more layers, any | Min. 0.25-inch SECUROCK Note 2 lper | SBS-CAor | (Optional) sBS-CAor | o,
o P combination, loose laid Gypsum-Fiber Roof Board 3.2 ft2 | SBS-CA1 SBS-CA1 SBS-CA1 ’
structural concrete
Min. 22 ga. B
SC-186 st(ler:el or ia"; t;p:oo, C;rade 33 One or more layers, any Min. 0.375-inch SECUROCK Note 2 1 per SBS-CA or (Optional) SBS-CA or _45.0*
T P combination, loose laid Gypsum-Fiber Roof Board 4.0ft2 | SBS-CAl SBS-CA1 SBS-CA1 ’
structural concrete
Min. 22 ga., type B, Grade 33 . . .
. . One or more layers, any Min. 0.5-inch DensDeck 1 per (Optional) SBS-CA or
- .2 - _45.0*
SC-187 | steel or min. 2,500 psi combination, loose laid | Prime Note 2 aofe | BT spscar SBS-CAL 430
structural concrete
Min. 22 ga., type B, Grade 33 | (Optional) One or more . . .
. R L Min. 1.5-inch EnergyGuard 1 per (Optional) N
SC-188 steel or min. 2,500 psi layers, a.ny combination, Polyiso Insulation Note 2 2012 SBS-CA1 SBS-CA1 SBS-CA1 45.0
structural concrete loose laid
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TABLE 2p: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Rf Cover (Note 15)
System Deck Base Insulation Layer P y MDP
No. (Note 1) (Note 3, Note 13) Type B Famich Base Ply Ply Cap Ply (psf)
(Note 2, Note 11) (Note 17)
Min. 22 ga., type B, Grade 33 | (Optional) One or more . ) )
SC-189 steel or min. 2,500 psi layers, any combination, Mln..2 inch EnfergyGuard Note 2 1 per SBS-CA1 (Optional) SBS-CA1 -45.0*
) Polyiso Insulation 2.9 ft2 SBS-CA1
structural concrete loose laid
Min. 22 ga., type B, Grade 33 One or more lavers. an Min. 0.25-inch DensDeck 1 per (Optional)
SC-190 | steel or min. 2,500 psi T MOTEfAYErs, anY | prime or SECUROCK Gypsum- | Note 2 ¢ SBS-CA1 P SBS-CA1 -45.0*
combination, loose laid . 2.0 ft? SBS-CA1
structural concrete Fiber Roof Board
. Min. 0.5-inch EnergyGuard
sc101 :f;';l if g sz ';%g’ firade 3 a’l‘: T 'z‘frs' HD Polyiso Cover Board, Note 2 lper | SBS-CAor | (Optional) ses-CAor | .,
o P s orinen, any - EnergyGuard HD Plus Polyiso 2.0ft2 | SBS-CA1 SBS-CA1 SBS-CA1 ’
structural concrete combination, loose laid
Cover Board
Fasteners: Note 2
Min. 22 ga., Type B, Grade 33 | One or more layers, . . Plates: Drill-Tec 3” Standard Steel Plate, Drill- .
SC-192 steel or min. 2,500 psi min. 1.5-inch, any Min. 0'%25 inch Sturdy-Dek Tec AccuTrac Flat Plate, Drill-Tec 3” Flat Steel . perz SBS-CA1 (Optional) SBS-CA1l -47.5*%
L . Asphaltic Cover Board ) - 3.2 ft SBS-CA1
structural concrete combination, loose laid Plate, Drill-Tec DF Steel Insulation Plate or
Drill-Tec 3 in. Ribbed Galvalume Plate (Flat)
Min. 22 ga., T B
$C.193 sttler:el or gma|r; ZVF;)O’ Csiirade 3 One or more layers, any | Min. 0.25-inch SECUROCK Note 2 1 per SBS-CA1 (Optional) SBS-CAL 525
$SoP0P combination, loose laid Gypsum-Fiber Roof Board (AccuTrac Flat Plate only) 131t SBS-CA1 ’
structural concrete
Min. 22 ga., type B, Grade 50 | (Optional) One or more . . .
Min. 1.5- B 1 |
SC-194 | steel or min. 2,500 psi layers, any combination, | - 1.5-inch EnergyGuard “\ (o, Per | gps.cay | (Optional) $BS-CA1 -60.0
. Polyiso Insulation 1.8 ft SBS-CA1
structural concrete loose laid
Min. 1.5-inch E
Min. 22 ga., Type B, Grade 33 | (Optional) One or more RAmEneSrgI:éua:de;’goylalsjzrd 1 per (Optional)
-1 | in. 2 i | inati S N 2 BS-CA1 BS-CA1l -67.
SC-195 steel or min. 2,500 psi ayers, aTny combination, InsURE PR ey G I ote 13602 SBS-C SBS-CA1 SBS-C 67.5
structural concrete loose laid
Ultra
Min. 22 ga., Type B, Grade 33 | (Optional) One or more Min. 2-inch EnergyGuard 1 per (Optional)
SC-196 steel or min. 2,500 psi layers, any combination, | Polyiso Insulation, Note 2 P SBS-CA1 b SBS-CA1 -67.5
) 1.8 ft? SBS-CA1
structural concrete loose laid EnergyGuard Ultra
Min. 22 ga., Type B, Grade 33 K . .
; K One or more layers, any | Min. 0.375-inch SECUROCK 1 per (Optional)
SC-197 teel .2,500 . 9 . ) Note 2 SBS-CA1 SBS-CA1 -67.5
steelormin psi combination, loose laid Gypsum-Fiber Roof Board ote 1.3 ft? SBS-CA1
structural concrete
Min. 22 T B Grade 50 é | Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
In. ZZ ga., lype b, Grade ne or more layers, . . Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed :
.0.5- DensD 1
SC-198 steel or min. 2,500 psi min. 1.5-inch, any M!n 0.5-inch DensDeck Galvalume Plate Flat, Drill-Tec 3” Flat Steel Plate, perz SBS-CA1l (Optional) SBS-CA1 -67.5
structural concrete combination, loose laid Prime Drill-Tec 3” Standard Steel Plate or Drill-Tec 3” Steel 2.0ft SBS-CA1
1 Plate
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TABLE 2p: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER
SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Top Insulation Layer Rf Cover (Note 15)
System Deck Base Insulation Layer MDP
No. (Note 1) (Note 3, Note 13) Type B Famich Base Ply Ply Cap Ply (psf)
(Note 2, Note 11) (Note 17)
Min. 22 ga., Type B, Grade 50 | One or more layers, Min. 0.5-inch SECUROCK Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or 1 per (Optional)
SC-199 steel or min. 2,500 psi min. 1.5-inch, any U Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed , | SBS-CAl SBS-CA1 -67.5
structural concrete combination, loose laid Gypsum-Fiber Roof Board Galvalume Plate Flat or Drill-Tec 3” Flat Steel Plate 2.0ft SBS-CA1
Fasteners: Note 2
Min. 22 ga., T B, Grade 40 | O | . . 4 ill- .
n ga. , 1ype b, .ra € r.1e or WOFE ayers, Min. 0.125-inch Sturdy-Dek Plates: Drill-Tec 3 Standarg Steel Plate, Drill 1 per (Optional)
SC-200 steel or min. 2,500 psi min. 1.5-inch, any Asphaltic Cover Board Tec AccuTrac Flat Plate, Drill-Tec 3” Flat Steel 1.45 fi2 SBS-CA1l SBS-CA1 SBS-CA1 -75.0
structural concrete combination, loose laid P Plate, Drill-Tec DF Steel Insulation Plate or ’
Drill-Tec 3 in. Ribbed Galvalume Plate (Flat)
Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed
Galvalume Plate Flat, Drill-Tec 3” Flat Steel Plate,
Drill-Tec 3” Standard Steel Plate or Drill-Tec 3”
Steel Plate
BN & LR
5 5 5 5 5 E
Min. 22 ga., Type B, Grade 50 | One or more layers, . . o 4 .
. K : . Min. 0.5-inch DensDeck S | 1 per Optional
SC-201 steel or min. 2,500 psi min. 1.5-inch, any Prime 5 iR 1 42 f2 SBS-CA1l (SBZ-CAl ) SBS-CA1l -82.5
structural concrete combination, loose laid N ;’ ’
S ]
lE s B E B2
° 3 3 3 5 5 7
Drill-Tec #12 Fastener, Drill-Tec #12 DF Fastener or
Drill-Tec #12 DP Fastener with Drill-Tec 3 in. Ribbed
Galvalume Plate Flat or Drill-Tec 3” Flat Steel
Plate
BN & LU
5 5 5 5 5 Bl
Min. 22 ga., Type B, Gr ne or more layer: Iy |
SC-202 st(lael or gmam g ';go' Si =0 S’]ir? i 5.$ch ?ne N R, Oy nch SECUROCK ] o | 1Per | sesca1 (Optional) SBS-CA1 -82.5
P SoPUP - Y Gypsum-Fiber Roof Board [ 2| 1.45ft2 SBS-CA1 ’
structural concrete combination, loose laid N 3
AL I S I b2
2 3 3 5 5 5 7
HYBRID HOT/COLD-APPLIED SYSTEMS:
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TABLE 2p: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TeAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-1: MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Rf Cover (Note 15)
System Deck Base Insulation Layer P y MDP
No. (Note 1) (Note 3, Note 13) Type B Famich Base Ply Ply Cap Ply (psf)
(Note 2, Note 11) (Note 17)
Drill-Tec #12 Fastener, Drill-Tec #12 DP Fastener, Drill-Tec
#14 Fastener, Drill-Tec #14 DP Fastener with Drill-Tec 3”
Min. 22 ¢ B Grade 33 Min. 0.5-inch DensDeck Flat Steel Plate, Drill-Tec 3” Standard Steel Plate, Drill-Tec
N 22 8a-, type 5, brade One or more layers, any | Prime or min. 0.375-inch 3 in. Ribbed Galvalume Plate (Flat), Drill- TeggipeuTraqglat 1per | BP-AAor (Optional) BP-
SC-203 steel or min. 2,500 psi L . R Plate or Drill-Tec #12 DF Fastener or Drill-Tec #12 DP ) SBS-CA1 -45.0*
structural concrete combination, loose laid SECUROCK Gypsum-Fiber Fastener with Drill-Tec 3” DF Steel Insulation Plate or Drill- | 4.0 ft SBS-AA AA or SBS-AA
Roof Board Tec ASAP 3S, Drill-Tec 3” ASAP Flat, Drill-Tec Heavy Duty
ASAP Roofing Fastener Assembled with a 3” Metal Plate
or Dekfast #12-PH3-G3
$C-204 :f;:l iﬁ ﬁflr; sz;;gg (:‘irade 3 One or more layers, any | Min. 0.25-inch SECUROCK Note 2 1 per BP-AA or (Optional) BP- SBS-CA1 525
« 6200 P combination, loose laid Gypsum-Fiber Roof Board (AccuTrac Flat Plate) 1.3ft2 | SBS-AA AA or SBS-AA ’
structural concrete
Min. 22 ga., type B, Grade 33 Min. 0.5-inch DensDeck .
. . One or more layers, any . 1 per BP-AA or (Optional) BP-
-2 teel . 2,500 P SECUROCK G - | Note 2 BS-CA1 -60.
5C-:205 | steel or min. 2,500 psi combination, loose laid | oo ypsum- | Nofe 2.0t | SBS-AA AAorSBS-AA | SBOC 60.0
structural concrete Fiber Roof Board
Min. 22 ga., type B, Grade 33 Min. 0.5-inch DensDeck .
. . One or more layers, any . 1 per BP-AA or (Optional) BP-
- | .2 P ECUROCK - - -82.
SC-206 steel or min. 2,500 psi combination, loose laid .rlme or SECUROCK Gypsum Note 2 1.6 f2 SBS-AA AA or SBS-AA SBS-CA1 82.5
structural concrete Fiber Roof Board
2{(‘;’; Zr(r)migna.’zzy:: Bt’ny;age ® One or more layers, any Min. 0.5-inch DensBeck 1 per BP-AA or (Optional) BP
_ ’ . . a ’ Pri E R N R - ~ -90.
5¢-207 Grade 80 steel or min. 2,500 combination, loose laid 'rlme or SECUROCIQRugU™ Note 2 1.6 ft? SBS-AA AA or SBS-AA SBS-CAL 90.0
‘ Fiber Roof Board
psi structural concrete
's\:lclezl Zr?\igna.’zzygae Bt,y(;;a;e = One or more layers, any Min. 0 qincensDeck 1 per BP-AA or (Optional) BP:
¥ , . M , 3 Pri £ K ) - - ! 97
5C-208 Grade 80 steel or min. 2,500 combination, loose laid .rlme or SECUROCK Gypsum Note 2 1.45ft> | SBS-AA AA or SBS-AA SBS-CAL 975
X Fiber Roof Board
psi structural concrete
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TABLE 2€: STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION, REROOF (TEAR-OFF) orR RECOVER

NEmoO | etc.e

SYSTEM TYPE C-3: BONDED AND MECHANICALLY ATTACHED INSULATION, BONDED ROOF COVER

Top Insulation Layer Roof Cover (Note 15)
System Deck Base Insulation Layer Adhesive & F MDP
No. (Note 1) Type esive & Fastener Attach (Note 17) Base Ply Ply CapPly | (psf)
(Notes 6,7,8, Note 11)
CONVENTIONAL SYSTEMS:
Adhesive: OB500
Min. 22 ga., t}lpe B, Grad.e Min. 2.0-inch EnergyGuard Min. 0.25-inch Fastener: Drill-Tec XHD (steel only)., Drill-Tec Adhesive: 12-inch o.c. SBS-TA or (Optional) | SBS-TA
SC-209 33 steel or min. 2,500 psi RA or EnergyGuard Ultra, DensDeck Prime #14 Fastener (concrete only) or Drill-Tec #14 Fast .1 13f2 APP-TA SBS-TAor | or APP- -97.5
structural concrete loose-laid HD Fastener (concrete only) & Drill-Tec 3” R gl APP-TA TA
Standard Steel Plate
Adhesive: LRF-XF
Min. 22 ga., type B, Grad.e Min. 2.0-inch EnergyGuard Min. 0.25-inch Fastener: Drill-Tec XHD (steel only)., Drill-Tec Adhesive: 12-inch o.c. SBS-TA or (Optional) | SBS-TA
SC-210 33 steel or min. 2,500 psi RA or EnergyGuard Ultra, DensDeck Prime #14 Fastener (concrete only) or Drill-Tec #14 Fast 1 13 f0 APP-TA SBS-TAor | or APP- -97.5
structural concrete loose-laid HD Fastener (concrete only) & Drill-Tec 3” astener: & per L. APP-TA TA
Standard Steel Plate
SELF-ADHERING BASE PLY:
Adhesive: OB500
Min. 22 ga., type B, Grad.e Min. 2.0-inch EnergyGuard Min. 0.25-inch Fastener: Drill-Tec XHD (steel only)., Drill-Tec | A dhesive: 12-inch o.c. (Optional) | SBS-TA
SC-211 33 steel or min. 2,500 psi RA or EnergyGuard Ultra, DensDeck Prime #14 Fastener (concrete only) or Drill-Tec #14 Fast 1 13 f0 SBS-SA SBS-TAor | or APP- -97.5
structural concrete loose-laid HD Fastener (concrete only) & Drill-Tec 3” astener: & per L. APP-TA TA
Standard Steel Plate
Adhesive: LRF-XF
Min. 22 ga., type B, Grad.e Min. 2.0-inch EnergyGuard Min. 0.25-inch Fastener: Drill-Tec XHD (steel only)., Drill-Tec Adhesive: 12-inch o.c. (Optional) | SBS-TA
SC-212 33 steel or min. 2,500 psi RA or EnergyGuard Ultra, DensDeck Prime #14 Fastener (concrete only) or Drill-Tec #14 Fast 1 13 f0 SBS-SA SBS-TAor | or APP- -97.5
structural concrete loose-laid HD Fastener (concrete only) & Drill-Tec 3” astener: 1 per L. APP-TA TA
Standard Steel Plate
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TABLE 2F: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Insulation Layer(s) Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) Attach Base Ply Cap Ply (psf)
CONVENTIONAL SYSTEMS:
GAFGLAS #75 Base Sheet, Tri-Ply
Min. 22 ga., type B, Grade #75 Base Sheet, GAFGLAS #80 24-inch o.c. at min. 2-inch laps and
SC-213 33 steel or min. 2,500 psi One or mqre I.ayers, Ultima Base Sheet or GAFGLAS Note 2 24-inch o.c. in two, equally spaced, BP-AA, SBS SBS-AA -30.0*
any combination . . AA
structrual concrete Stratavent Nailable Venting Base staggered center rows
Sheet
GAFGLAS #75 Base Sheet, Tri-Ply
Min. 22 ga., type B, Grade #75 Base Sheet, GAFGLAS #80 18-inch o.c. at min. 2-inch laps and
K . | ) . X . BP-AA, SBS-
SC-214 | 33 steelormin. 2,500 psi | o€ OFMOreIVErS, | i, Base Sheet or GAFGLAS | Note 2 18-inch o.c. in two, equally spaced, 85| ss-aa -37.5*
any combination . . AA
structrual concrete Stratavent Nailable Venting Base staggered center rows
Sheet
GAFGLAS #75 Base Sheet, Tri-Ply
Min. 22 ga., type B, Grade #75 Base Sheet, GAFGLAS #80 18-inch o.c. at min. 2-inch laps and
Sc-215 | 33steelormin. 2,500psi | 0N OT MO YEIS, | o Bace Sheet o GAFGLAS | Note 2 18-inch o.c. in three, equally BP-AA 5B | sps-an -45.0*
any combination . . AA
structrual concrete Stratavent Nailable Venting Base spaced, staggered center rows
Sheet
Min. 22 ga., type B, Grade One or more lavers E:IIIf::g;ﬁ_?g:;;zegir (steel 18-inch o.c. at min. 2-inch laps and BP-AA SBS-
SC-216 33 steel or min. 2,500 psi o Vers, GAFGLAS #80 Ultima Base Sheet v R . ” 18-inch o.c. in three, equally ! SBS-AA -45.0*
any combination Fastener with Drill-Tec 3” DF AA
structrual concrete . spaced, staggered center rows
Steel Insulation Plate
GAFGLAS #75 Base Sheet, Tri-Ply
Min. 22 ga., type B, Grade #75 Base Sheet, GAFGLAS #80 12-inch o.c. at min. 2-inch laps and
(o] | SBS-TA, APP- | SBS-TA
SC-217 33 steel or min. 2,500 psi ne or mc.>re .ayers, Ultima Base Sheet or GAFGLAS Note 2 18-inch o.c. in three, equally ! ¢ -45.0*
any combination . X TA APP-TA
structrual concrete Stratavent Nailable Venting Base spaced, staggered center rows
Sheet
GAFGLAS #75 Base Sheet, Tri-Ply
Min. 22 ga., type B, Grade One or more lavers #75 Base Sheet, GAFGLAS #80 12-inch o.c. at min. 3.5-inch laps SBS-AA
SC-218 33 steel or min. 2,500 psi - Vers, Ultima Base Sheet or GAFGLAS Note 2 and 12-inch o.c. in three, equally SBS-AA ! -45.0*
any combination K X SBS-TA
structrual concrete Stratavent Nailable Venting Base spaced, staggered center rows
Sheet
(Optional) VB-BP1-AA,
VB-BP2-AA or VB-SBS-
Min. 22 ga., type B, Grade Ruberoid Mop Smooth, Ruberoid .
k . AA over concrete deck . . . . (Optional)
SC-219 33 steel or min. 2,500 psi Mop Smooth 1.5, Ruberoid Mop Note 2 18-inch o.c. at min. 3.5-inch laps SBS-TA -45.0%*
One or more layers, SBS-TA
structrual concrete o Plus Smooth
any combination
insulation.
Min. 22 ga., type B, Grade
N . o | ) . . . . BP-AA, SBS-
SC-220 33 steel or min. 2,500 psi "R e Ruberoid Mop Smooth 1.5 Note 2 18-inch o.c. at min. 3.5-inch laps SBS-AA -45.0*
any combination AA
structrual concrete

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ & 2018 IBC
Ruberoid® Modified Bitumen Roof Systems; (800) 766-3411

TOP OF APPENDIX

PEER-GAF-007.A.R50 for FL5680-R50 (NON-HVHZ)

Revision 50: 04/09/2026

Appendix 1, Page 52 of 111




TABLE 2F: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Insulation Layer(s) Base Sheet Roof Cover (Note 15 MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) Attach Base Ply Cap Ply (psf)
. Off-centered in the lap by 0.5-inch
Min. 22 ga., type B, Grade . . . .
. . One or more layers, . Drill-Tec 2 in. Barbed Plate with towards the sheet-edge and (Optional)
-221 33 steel . 2,500 L Rub dMop S th 1.5 . . Py et . SBS-TA -45.0*
sC steelormin pst any combination uberoid Mop smoo Drill-Tec #12 (steel only) or #14 spaced 18-inch o.c. within the min. | SBS-TA
structrual concrete \ :
4-inch wide, heat-welded laps
Min. 22 ga., type B, Grade . . . . Y . .
$C.222 33 steel or min. 2,500 psi One or m(?re I.ayers, Ruberoid Mop Smooth 1.5 Drill-Tec Batten Bar with Drill 1§ inch o.c. within min. 4-inch (Optional) SBS-TA -45.0*
any combination Tec #12 (steel only) or #14 wide, heat-welded laps SBS-TA
structrual concrete
Min. 22 ga., type B, Grade . . . ' R . .
$C-223 33 steel or min. 2,500 psi One or m9re I.ayers, Ruberoid HW Smooth Dr{II Tec 2 in. Barbed Plate with 12. inch o.c. within min. 4-inch (Optional) SBS-TA -45.0%
any combination Drill-Tec #12 (steel only) or #14 wide, heat-welded laps SBS-TA
structrual concrete
(Optional) VB-BP1-AA,
) VB-BP2-AA or VB-SBS- ) .
Min. 22 ga., type B, Grade AA over concrete deck Ruberoid Mop Smooth, Ruberoid (Optional)
SC-224 33 steel or min. 2,500 psi Mop Smooth 1.5, Ruberoid Mop Note 2 12-inch o.c. at min. 3.5-inch laps " SBS-TA -52.5
One or more layers, SBS-TA
structrual concrete o Plus Smooth
any combination
insulation
. Off-centered in the lap by 0.5-inch
Min. 22 ga., type B, Grade \ K . .
. . One or more layers . Drill-Tec 2 in. Barbed Plate with towards the sheet-edge and (Optional)
-22 33 steel . 2,500 ! R M 1. BS-TA -52.
5C-225 steetormin. &, pst any combination uberoid Mop Smootels Drill-Tec #12 (steel only) or #14 spaced 12-inch o.c. within the min. | SBS-TA SBS 525
structrual concrete - A
4-inch wide, heat-welded laps
Drill-Tec 2-3/8 in. Barbed XHD Off-centered in the lap by 0.25-
Min. 22 ga., type B, Grade One or more layers, . Plate or Drill-Tec Eyehook inch towards the sheet-edge and (Optional)
-22 R hi1. BS-TA -67.
5C-226 33 steel any combination uberoid Rge Sgoth 1.5 AccuSeam Plate with Drill-Tec spaced 12-inch o.c. within the min. | SBS-TA 58S 675
XHD 5-inch wide, heat-welded laps
Min. 22 ga., type B, Grade One or more layers, . Drill-Tec Batten Bar with Drill- 12-inch o.c. within min. 4-inch (Optional)
SC-227 Ruberoid Mop S th 1.5 SBS-TA -67.5
33 steel any combination oerold V@ ~Meg Tec XHD wide, heat-welded laps SBS-TA
Min. 22 ga., type B, Grade One or more lavers GAFGLAS #80 Ultima Base Sheet 6-inch o.c. at min. 3.5-inch laps and SBS-AA
SC-228 33 steel or min. 2,500 psi - Ve or GAFGLAS Stratavent Nailable Note 2 12-inch o.c. in three, equally SBS-AA ! -82.5
any combination R SBS-TA
structrual concrete Venting Base Sheet spaced, staggered center rows
Min. 22 ga., type B, Grade One or more lavers E:|II_)T§rcgrli|2|.$chF;ieS§r (steel 6-inch o.c. at min. 3.5-inch laps and SBS-AA
SC-229 33 steel or min. 2,500 psi . 9 Vs GAFGLAS #80 Ultima Base Sheet v X . " 12-inch o.c. in three, equally SBS-AA ’ -82.5
any combination Fastener with Drill-Tec 3” DF SBS-TA
structrual concrete . spaced, staggered center rows
Steel Insulation Plate
Note 2 or Drill-Tec #12 DF
Min. 22 ga., type B, Grade . 6-inch o.c. at min. 3.5-inch laps and
Drill- BS- - | sBs-
SC-230 33 steel or min. 2,500 psi | o mc.>re I.ayers, GAFGLAS #80 Ultima Base Sheet Fastener (steel only) or - rill-Tec 12-inch o.c. in three, equally SBS-TA, APP SBS-TA, -82.5
any combination #14 DF Fastener with Drill-Tec TA APP-TA
structrual concrete ” . spaced, staggered center rows
3” DF Steel Insulation Plate
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TABLE 2F: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Insulation Layer(s) Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) Attach Base Ply Cap Ply (psf)
Note 2 (Drill-Tec 3” Standard Steel
Min. 22 ga., type B, Grade Plate; Drill-Tec ASAP 3S (steel) or 6-inch o.c. at min. 3.5-inch laps and
SC-231 33 steel or min. 2,500 psi g:ec%rmi?r:::s)t]erSI GAFGLAS #75 Drill-Tec Heavy Duty ASAP Roofing 12-inch o.c. in three, equally _SriS TA, APP i?’SP TI'AA, -82.5
structrual concrete v Fastener Assembled with a 3” Metal spaced, staggered center rows
Plate only)
Min. 22 ga., type B, Grade 18-inch o.c. at min. 3.25-inch laps
h ) (o] | , ) ) ) BP-AA, SBS-
SC-232 33 steel or min. 2,500 psi neor m(?re .ayers Ruberoid Mop Smooth 1.5 Note 2 and 18-inch o.c. in two, equally SBS-AA -105.0
any combination AA
structrual concrete spaced, staggered center rows
(Optional) VB-BP1-AA,
) VB-BP2-AA or VB-SBS- ) .
Min. 22 ga., type B, Grade AA over concrete deck Ruberoid Mop Smooth, Ruberoid Note 2 (D Do 7e (Optional)
SC-233 33 steel or min. 2,500 psi Mop Smooth 1.5, Ruberoid Mop ote 2 (Dqgot use Ryll-Tec 6-inch o.c. at min. 3.5-inch laps P SBS-TA -112.5
One or more layers, Steel Plate) SBS-TA
structrual concrete o Plus Smooth
any combination
insulation
Min. 22 ga. tvoe B, Grade One or more layers, TD;!I;tzezlcgFleaziana::i?el)r;iﬁ_r}l; 6-inch o.c. at min. 3.5-inch laps and
SC-234 - & 8., Lype B, any combination, min. | GAFGLAS #80 Ultima Base Sheet . ;i 6-inch o.c. in three, equally spaced, | SBS-TA SBS-TA -142.5
80 steel . ) #15 DF Fastener with Drill-Tec
3-inch thick ” . staggered center rows
3” DF Steel Insulation Plate
Min. 2.500 psi structrual One or more layers, Drill-Tec #14 DF Fastener with 6-inch o.c. at min. 3.5-inch laps and
SC-235 conc-re,te P any combination, min. | GAFGLAS #80 Ultima Base Sheet Drill-Tec 3” DF Steel Insulation 6-inch o.c. in three, equally spaced, | SBS-TA SBS-TA -142.5
3-inch thick Plate staggered center rows
Min. 22 ga., type B, Grade One or more lavers 6-inch o.c. at min. 3.5-inch laps and (Optional)
SC-236 33 steel or min. 2,500 psi - Vers, GAFGLAS #80 Ultima Base Sheet Note 2 6-inch o.c. in three, equally spaced, " SBS-TA -150.0
any combination SBS-TA
structrual concrete staggered center rows
Min. 22 ga., type B, Grade One or more lavers ?;!I_ZTs/cs#ilnll ;::;Zr;e;:;zlaljtr;”- 6-inch o.c. at min. 3.25-inch laps
SC-237 33 steel or min. 2,500 psi Ore 'ayers, Ruberoid Mop Smooth 1.5 ) . and 6-inch o.c. in three, equally SBS-TA SBS-TA -150.0
any combination or Drill-Tec Eyehook AccuSeam
structrual concrete Plate spaced, staggered center rows
Note 2 (Drill-Tec 3” Standard Steel
Min. 22 ga., type B, Grade One or more lavers Plate; Drill-Tec ASAP 35 (steel) or 6-inch o.c. at min. 3.5-inch laps and | (Optional)
SC-238 33 steel or min. 2,500 psi . VR GAFGLAS #75 Drill-Tec Heavy Duty ASAP Roofing 6-inch o.c. in three, equally spaced, | Ruberoid SBS-TA -150.0
any combination . W
structrual concrete Fastener Assembled with a 3” Metal staggered center rows HW Smooth
Plate only)
SELF-ADHERING BASE PLY:
. . . . (Optional)
Min. 22 ga., type B, Grade . . 12-inch o.c. at min. 3.5-inch laps SBS-SA,
L B - B BS- BS-
SC-239 33 steel or min. 2,500 psi | o mc.>re I.ayers, iberty SBS Self-Adhering Base/Ply Note 2 and 18-inch o.c. in two, equally SBS-SA, SBS SBS-TA or -30.0*
any combination Sheet SA-T, SBS-TA
structrual concrete spaced, staggered center rows APP-TA
or APP-TA
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TABLE 2F: STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION, REROOF (TEAR-OFF) oR RECOVER

NEmoO | etc.e

SYSTEM TYPE D-2: INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF COVER

Roof Cover (Note 15)

System Deck Insulation Layer(s) Base Sheet MDP
No. (Note 1) (Note 3, Note 13) Type Fastener (Note 2, Note 11) Attach Base Ply Cap Ply (psf)
Min. 22 ga., type B, Grade . . 9-inch o.c. at min. 4-inch laps and .
(6] | Liberty SBS Self-Adh B Pl Opt |
SC-240 33 steel or min. 2,500 psi ne or m(?re .ayers, foerty € ering Base/Ply Note 2 9-inch o.c. in two, equally spaced, (Optional) SBS-SA -37.5
any combination Sheet SBS-SA
structrual concrete staggered center rows
Min. 22 ga., type B, Grade . . . y . .
sC241 33 steel or min. 2,500 psi One or m(?re I.ayers, Liberty SBS Self-Adhering Base/Ply Note 2 12 |nch.o.c. at m.ln. 3.5-inch laps (Optional) SBS-SA 45.0*
any combination Sheet and 18-inch o.c. in one center row SBS-SA
structrual concrete
COLD-APPLIED SYSTEMS:
Min. 22 ga., type B, Grade
SC-242 33 steel or min. 2,500 psi One or m9re I.ayers, Ruberoid Mop Smooth 1.5 Note 2 18-inch o.c. at min. 3-inch laps None SBS-CA or -30.0*
any combination SBS-CA1
structrual concrete
Min. 22 ga., type B, Grade 12-inch o.c. at min. 3-inch laps and
h ) (o] | 3 . . . SBS-CA
SC-243 33 steel or min. 2,500 psi neor m(?re .ayers Ruberoid 20 Smooth Note 2 12-inch o.c. in two, equally spaced, | None or -45.0*
any combination SBS-CA1
structrual concrete staggered center rows
Min. 22 ga., type B, Grade . 12-inch o.c. at min. 2-inch laps and
| AFGLAS #75 B h Tri-PI
Sc-244 | 33steelormin.2,500psi | O OrMOre lavers, | GAFGLAS B75 Base Sheet, TPy | \ore o 12-inch o.c. in three, equally None SBS-CA | -45.0*
any combination #75 Base Sheet
structrual concrete spaced, staggered center rows
Min. 22 ga., type B, Grade 24-inch o.c. at min. 3-inch laps and
(o] | SBS-CA
SC-245 33 steel or min. 2,500 psi ne or mc.>re .ayers, Ruberoid Mop Smooth 1.5 Note 2 24-inch o.c. in two, equally spaced, | None or -45.0
any combination SBS-CA1
structrual concrete staggered center rows
Min. 22 ga., type B, Grade GAFGLAS #80 Ultima Base Sheet 6-inch o.c. at min. 3.5-inch laps and
| BS-CA BS-CA
SC-246 33 steel or min. 2,500 psi g:e;rmn;ci)::t:)\;ers, or GAFGLAS Stratavent Nailable Note 2 12-inch o.c. in three, equally g OS Cal/sat g OS Cal/sat -82.5
structrual concrete v Venting Base Sheet spaced, staggered center rows L 8al/sq. L 8al/sq.
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE INSULATION LAYER ONLY)
SEE NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

System Deck Base Insulation Layer — Roof Cover (Note 15) MDP
No. Note 1 ac (psf)
o (Note 1) Type g Base Ply Ply Cap Ply 5

CONVENTIONAL SYSTEMS WITH BASE INSULATION LAYER ONLY
Primed structural | Min. 0.5-inch Structodek High Density Fiberboard Roof Insulation (Optional) One or more BP- SBS-AA, SBS-TA or

el concrete or min. 0.4375-inch DEXcell Cement Roof Board Hotasphalt | BP-AA, SBS-AA AA, SBS-AA, SBS-TA or APP-TA | APP-TA 1650

c-2. Structural Min. 0.25-inch DensDeck Prime LRF-XF SBS-TA (Optional) One or more SBS- | ¢ 1y -300.0
concrete ™
Structural . . . N . (Optional) One or more BP- SBS-AA, SBS-TA or

C-3. concrete Min. 0.5-inch Structodek High Density Fiberboard Roof Insulation OB500 BP-AA, SBS-AA AA, SBS-AA, SBS-TA or APP-TA | APP-TA -165.0

c-4. Structural Min. 0.25-inch DensDeck Prime 0B500 SBS-TA (Optional) One or more SBS- | g 1y -300.0
concrete TA

SELF-ADHERING BASE PLY WITH BASE INSULATION LAYER ONLY
Primed structural . . (Optional) SBS-SA, SBS-TA, SBS-SA, SBS-TA, APP-

C-5. concrete Min. 1.5-inch EnergyGuard Ultra Hot asphalt | SBS-SA APP-TA TA -90.0

c-6. Primed structural |\ 4 5 inch EnergyGuard RA Hot asphalt | SBS-SA (Optional) SBS-SA, SBS-TA, SBS-TA, APP-TA 2175
concrete APP-TA
Structural . . . . :

C-7. concrete Min. 0.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra LRF-M SBS-SA (Optional) SBS-TA or APP-TA SBS-TA or APP-TA -232.5

C-8. structural Min. 1.5-inch EnergyGuard Polyiso Insulation LRF__M SBS-SA (Optional) SBS-TA or APP-TA SBS-TA or APP-TA -232.5
concrete Canister
Structural . . . :

C-9. concrete Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-XF SBS-SA (Optional) SBS-TA or APP-TA SBS-TA or APP-TA -137.5
Structural . . . . .

C-10. concrete Min. 0.5-inch EnergyGuard Polyiso Insulation LRF-XF SBS-SA (Optional) SBS-TA or APP-TA SBS-TA or APP-TA -180.0
Structural ) ) .

C-11. concrete Min. 0.5-inch EnergyGuard Ultra LRF-XF SBS-SA (Optional) SBS-TA or APP-TA SBS-TA or APP-TA -232.5
Structural Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board primed with .

c12. concrete Matrix 307 Premium Asphalt Primer or ASTM D41 primer LRF-XF SBS-SA (Optional) SBS-TA or APP-TA SBS-TA or APP-TA 2850

c-13. structural Min. 1.5-inch EnergyGuard RA LRF-XF SBS-SA (Optional) SBS-SA, SBS-TA, SBS-TA, APP-TA 2175
concrete APP-TA
Structural OB500, 6-

c-14. ructura Min 0.5-inch Structodek High Density Fiberboard Roof Insulation | >~ SBS-SA (Optional) SBS-SA SBS-SA -110.0
concrete inch o.c.
Structural

C-15. Corr:‘:r:tf Min. 1.5-inch EnergyGuard RA 0B500 SBS-SA (Optional) SBS-SA SBS-SA -120.0
Structural . . .

C-16. concrete Min. 0.25-inch DensDeck OB500 SBS-SA (Optional) SBS-TA or APP-TA SBS-TA or APP-TA -122.5
Structural . . . ]

C-17. concrete Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board OB500 SBS-SA (Optional) SBS-TA or APP-TA SBS-TA or APP-TA -137.5
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TABLE 3A: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE INSULATION LAYER ONLY)
SEE NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

System Deck Base Insulation Layer — Roof Cover (Note 15) MDP
No. Note 1 cl (psf)
o (Note 1) Type g Base Ply Ply Cap Ply 5
C-18. if)?;::tfl Min. 0.25-inch SECUROCK Ultralight Coated Glass-Mat Roof Board OB500 SBS-SA (Optional) SBS-TA or APP-TA SBS-TA or APP-TA -165.0
c-19. Structural Ml.n. 0.25-inch DensDec.k primed with Matrix 307 Premium Asphalt 0B500 SBS-SA (Optional) SBS-TA or APP-TA SBS-TA or APP-TA 1675
concrete Primer or ASTM D41 primer
|
C-20. i;T;::t? Min. 0.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra OB500 SBS-SA (Optional) SBS-TA or APP-TA SBS-TA or APP-TA -232.5
Structural Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board primed with .
c21L concrete Matrix 307 Premium Asphalt Primer or ASTM D41 primer 0B500 e (Optional) SBS-TA or APP-TA SBS-TA or APP-TA 285.0
VENTING SYSTEMS WITH BASE INSULATION LAYER ONLY
Primed structural . . (Optional) One or more BP-
C-22. concrete Min. 1.5-inch EnergyGuard RA Hot asphalt | BP-LL AA, SBS-AA SBS-AA -150.0
c-23. S;'n'zf:t:trm”ra' Min. 1.5-inch EnergyGuard RA Hot asphalt | BP-LL One or more BP-AA, SBS-AA | SBS-TA or APP-TA -150.0
C-24. S;'n'zf:t:trm”ra' Min. 0.5-inch EnergyGuard Polyiso Insulation, EnergyGuard Ultra | Hotasphalt | BP-LL (Optional) BP-AA, SBS-AA SBS-AA -150.0
Primed structural . . (Optional) One or more BP-
C-25. concrete Min. 1.5-inch EnergyGuard Ultra Hot asphalt | BP-LL AA, SBS-AA SBS-AA -172.5
C-26. Sg'nrzf:t:trucwral Min. 1.5-inch EnergyGuard Ultra Hot asphalt | BP-LL One or more BP-AA, SBS-AA | SBS-TA or APP-TA 1725
COLD-APPLIED SYSTEMS WITH BASE INSULATION LAYER ONLY
Structural ) ) .
C-27. concrete Min. 1.5-inch EnergyGuard RA LRF-XF SBS-CA1 (Optional) SBS-CA1 SBS-CA1 -60.0
|
c-28. i:r']“'ccrt:t': Min. 1.5-inch EnergyGuard RA 0B500 SBS-CAL (Optional) SBS-CAL SBS-CAL -60.0
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TABLE 3B: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP INSULATION LAYERS)
SEE NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

System Deck Base Insulation Layer — Top Insulation Layer — Roof Cover (Note 15) MDP
No. Note 1 ac ac (psf)
o (Note 1) Type g Type e Base Ply Ply Cap Ply 5
CONVENTIONAL SYSTEMS WITH POLYISOCYANURATE BASE INSULATION LAYER:
Primed Min. 0.25-inch DensDeck, DensDeck Prime SBS-AA or
C-29. structural Min. 1.5-inch EnergyGuard RA Hot asphalt | or SECUROCK Gypsum-Fiber Roof Board or Hot asphalt | BP-AA (Optional) BP-AA -112.5
. . SBS-TA
concrete min. 0.4375-inch DEXcell Cement Roof Board
Primed ) .
C-30. structural Min. 1.5-inch EnergyGuard RA or Hot asphalt | Min. 0.25-inch DensDeck Prime Hot asphalt | APP-TA (Optional) APP-TA APP-TA -127.5
EnergyGuard Ultra
concrete
Min. 0.5-inch Structodek High Density
Primed . . . Fiberboard Roof Insulation or min. 0.25-inch .
C-31. structural Min. 0..5—|nch EnergyGuard Polyiso Hot asphalt | DensDeck, DensDeck Prime, SECUROCK Hot asphalt | BP-AA, SBS-AA (Optional) BP-AA, SBS-AA -150.0
Insulation, EnergyGuard Ultra ’ . SBS-AA
concrete Gypsum Fiber Roof Board or min. 0.4375-
inch DEXcell Cement Roof Board
Primed . ) R R . (Optional) BP-AA,
C-32. structural Min. 1.5-inch EnergyGuard RA or Hot asphalt Min. 0.25-inch QECURTIRK GyPRygigiber Hot asphalt | BP-AA or SBS-AA SBS-AA, SBS-TA or SBS-AA, SBS -225.0
EnergyGuard Ultra Roof Board TA or APP-TA
concrete APP-TA
Primed Min. 1.5-inch EnergyGuard RA or Min. 0.25-inch DensDeck Prime or
-33, tructural H hal ) H hal BS-TA ional) SBS-TA BS-TA -232.
c33 structura EnergyGuard Ultra otasphalt SECUROCK Gypsum-Fiber Roof Board otasphalt | SBS (Optional) SBS SBS 325
concrete
Primed
Min. 0.25-inch SE K -Fi .
C-34. structural Min. 1.5-inch EnergyGuard RA Hot asphalt Rolzf OBO:,»(;”C SECUROCK Gypsum-Fiber Hot asphalt | APP-TA (Optional) APP-TA APP-TA -240.0
concrete
Primed Min. 0.25-inch DensDeck or DensDeck Prime fg:éogsll\inseBzr SBS-AA SBS
C-35. structural Min. 1.5-inch EnergyGuard RA Hot asphalt | or min. 0.4375-inch DEXcell Cement Roof Hot asphalt | BP-AA, SBS-AA AA, SBS-TA or APP- | TA or APP-TA -240.0
concrete Board
TA
Min. 0.5-inch Structodek High Density
Primed . . X Fiberboard Roof Insulation or min. 0.25-inch (Optional) One or
Min. 0.5-inch E P BS-AA, SBS-
C-36. structural In:'liii ;”Enefegyg:’da;‘i\ & Hot asphalt | DensDeck Prime or SECUROCK Gypsum-Fiber | Hot asphalt | BP-AA or SBS-AA | more BP-AA, SBS- i AS »SBS | 50
concrete Y ! gybu Roof Board or min. 0.4375-inch DEXcell AA, SBS-TA
Cement Roof Board
Primed Min. 0.5-inch Structodek High Density (Ontiomal) One o | gs.an ss.
C-37. structural Min. 1.5-inch EnergyGuard RA Hot asphalt | Fiberboard Roof Insulation or min. 0.4375- Hot asphalt | BP-AA, SBS-AA ! ! -307.5
. AA, SBS-TA or APP- | TA or APP-TA
concrete inch DEXcell Cement Roof Board TA
Structural (E):eerorerr;:rrz |§Zfrig2'|nms'3|;?{osémm LRF-M, LRF- |\ in. 0.125-inch Sturdy-Dek Asphaltic Cover | -RF-MoF (Optional) SBS-TA | SBS-TA or
c-38. b7 b ' M Canister - v P LRF-M SBS-TA or APP-TA P -97.5
concrete EnergyGuard RA or EnergyGuard Ultra Board . or APP-TA APP-TA
. X or M-OSFA Canister
Polyiso Insulation
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TABLE 3B: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP INSULATION LAYERS)
SEE NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

System Deck Base Insulation Layer — Top Insulation Layer — Roof Cover (Note 15) MDP
No. Note 1 ac ac (psf)
o (Note 1) Type g Type e Base Ply Ply Cap Ply 5
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, Min. 0.125-inch Sturdy-Dek Asphaltic Cover (Optional) SBS-TA SBS-TA or
(E£8; concrete EnergyGuard RA or EnergyGuard Ultra LRF-XF Board LSRG SERA o P-TA or APP-TA APP-TA 975
Polyiso Insulation
One or more Iayer(s), min. OA.S-lnch . . . (Optional) BP-AA,
C-40 Structural EnergyGuard Polyiso Insulation, LRE-XE Min. 0.25-inch DensDeck Prime or LREXE BP-AA, SBS-AA, SBS-AA SBS-TA or SBS-AA, SBS- -180.0
’ concrete EnergyGuard RA or EnergyGuard Ultra SECUROCK Gypsum-Fiber Roof Board SBS-TA or APP-TA APP-TA’ TA or APP-TA '
Polyiso Insulation
Min. 1.5-inch EnergyGuard Polyiso . . . (Optional) BP-AA,
a1, | Structural Insulation, EnergyGuard RA or LRF-XF Min. 0.25-inch SECUROCK Gypsym-Fibey LRF-XF BP-AA OF SBS-AA | SBS-AA, SBS-TAor | oo 3B | g9
concrete Roof Board TA or APP-TA
EnergyGuard Ultra APP-TA
) . ) Min. 0.25-inch SECUROCK Gypsum-Fiber
Cap, | Structural Min. 1-inch EnergyGuard Polyiso LRF-XF Roof Board, primed with Matrix 307 LRF-XF SBS-TA (Optional) SBS-TA | SBS-TA -210.0
concrete Insulation . )
Premium Asphalt Primer
Min. 2.0-inch EnergyGuard Polyiso . . . (Optional) BP-AA,
Ca3. | Strucwral Insulation, EnergyGuard RA or LRF-XF Min. 0.2 inch SR TR Fiber LRF-XF BP-AAOrSBS-AA | SBS-AA, SBS-TAor | Soo A SBY 1 5r6
concrete Roof Board TA or APP-TA
EnergyGuard Ultra APP-TA
. . . . . (Optional) BP-AA,
c.aa. Structural Min. 2.0-inch EnergyGuard RA or LRE-XE Min. 0.25-inch SECUROCK Gypsum-Fiber LRE-XE SBS-TA or APP-TA SBS-AA, SBS-TA or SBS-AA, SBS 2325
concrete EnergyGuard Ultra Roof Board TA or APP-TA
APP-TA
(Optional) One or
Structural . . R . . BP-AA, SBS-AA, more BP-AA, SBS- SBS-AA, SBS-
C-45. concrete Min. 1.5-inch EnergyGuard RA LRF-XF Min. 0.25-inch DensDeck Prime LRF-XF SBS-TA or APP-TA AA, SBS-TA or APP- | TA or APP-TA 240.0
TA
Structural Min. 1.5-inch EnergyGuard RA or Min. 0.25-inch DensDeck Prime or (Optional) SBS-TA, SBS-TA, APP-
C-46. LRF-XF LRF-XF SBS-TA, APP-TA -240.0
concrete EnergyGuard Ultra SECUROCK Gypsum-Fiber Roof Board ! APP-TA TA
C-47. if)?cc::tfl Min. 1.5-inch EnergyGuard Ultra LRF-XF Min. 0.25-inch DensDeck Prime LRF-XF SBS-TA (Optional) SBS-TA SBS-TA -300.0
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, Min. 0.125-inch Sturdy-Dek Asphaltic Cover (Optional) SBS-TA SBS-TA or
c-48. concrete EnergyGuard RA or EnergyGuard Ultra 00 Board 0B500 SBS-TA or APP-TA or APP-TA APP-TA 975
Polyiso Insulation
One or more layer(s), min. 0.5-inch (Optional) One or
Structural EnergyGuard Polyiso Insulation, . . BP-AA, SBS-AA, more BP-AA, SBS- SBS-AA, SBS-
E concrete EnergyGuard RA or EnergyGuard Ultra 0B500 Min. 0.25-inch DensDeck 0B500 SBS-TA or APP-TA AA, SBS-TA or APP- | TA or APP-TA -1500
Polyiso Insulation TA
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TABLE 3B: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP INSULATION LAYERS)
SEE NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

System Deck Base Insulation Layer — Top Insulation Layer — Roof Cover (Note 15) MDP
No. Note 1 ac ac (psf)
o (Note 1) Type g Type e Base Ply Ply Cap Ply 5
One or more layer(s), min. 0.5-inch (Optional) One or
Structural EnergyGuard Polyiso Insulation, Min. 0.5-inch Structodek High Density more BP-AA, SBS- SBS-AA, SBS-
(£, concrete EnergyGuard RA or EnergyGuard Ultra 08500 Fiberboard Roof Insulation PR B S AA, SBS-TA or APP- | TA or APP-TA -165.0
Polyiso Insulation TA
One or more Iayer(s), min. OA.S-lnch . . . (Optional) BP-AA,
c-51 Structural EnergyGuard Polyiso Insulation, 0B500 Min. 0.25-inch DensDeck Prime or 0B500 BP-AA, SBS-AA, SBS-AA SBS-TA or SBS-AA, SBS- -180.0
’ concrete EnergyGuard RA or EnergyGuard Ultra SECUROCK Gypsum-Fiber Roof Board SBS-TA or APP-TA APP-TA' TA or APP-TA '
Polyiso Insulation
Min. 1.5-inch EnergyGuard Polyiso . . . (Optional) BP-AA,
csp, | Structural Insulation, EnergyGuard RA or 0B500 Min. 0.25-inch SECUROCK Gypsum-Fiber 0B500 BP-AA Or SBS-AA | SBS-AA, SBS-TAor | oo AASBS I gr g
concrete Roof Board TA or APP-TA
EnergyGuard Ultra APP-TA
Structural Min. 1.5-inch EnergyGuard Polyiso Min. 0.25-inch DensDeck Prime or (Optional) SBS-TA, SBS-TA, APP-
C-53. . OB500 . OB500 SBS-TA, APP-TA -195.0
concrete Insulation SECUROCK Gypsum-Fiber Roof Board APP-TA TA
. . ) Min. 0.25-inch SECUROCK Gypsum-Fiber
| Min. 1-inch E Pol . . . .
C-54. structura in. 1-inch EnergyGuard Polyiso 0B500 Roof Board, primed with Matrix 307 0B500 SBS-TA (Optional) SBS-TA | SBS-TA 210.0
concrete Insulation X .
Premium Asphalt Primer
Min. 2.0-inch EnergyGuard Polyiso . . . (Optional) BP-AA,
C-55. structural Insulation, EnergyGuard RA or 0B500 MiniNS IMQSE@TROCKSypsum-Fiber OB500 BP-AA Or SBS-AA | SBS-AA, SBS-TAor | DO AASBES o0
concrete Roof Board TA or APP-TA
EnergyGuard Ultra APP-TA
Structural Min. 1.5-inch EnergyGuard RA or Min. 0.25-inch DensDeck Prime or (Optional) SBS-TA, SBS-TA, APP-
-56. B! . B BS-TA, APP-TA -240.
56 concrete EnergyGuard Ultra 08500 SECUROCK Gypsum-Fiber Roof Board 0B500 SBS APP-TA TA 0.0
| Min. 1.5-inch E RA
C-57. structura in. 1.5-inch EnergyGuard RA or 0B500 Min. 0.25-inch DensDeck Prime 0B500 SBS-TA (Optional) SBS-TA | SBS-TA -300.0
concrete EnergyGuard Ultra
SELF-ADHERING BASE PLY WITH POLYISOCYANURATE BASE INSULATION LAYER
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, Min. 0.25-inch SECUROCK Ultralight Coated (Optional) SBS-TA, SBS-TA, APP-
58, concrete EnergyGuard RA or EnergyGuard Ultra LRF-M Glass-Mat Roof Board LRF-M SBS-SA APP-TA TA -165.0
Polyiso Insulation
One or more layer(s), min. 0.5-inch . . .
. . Min. 0.25-inch SECUROCK Gypsum-Fiber .
C-59. Structural EnergyGuard Polyiso Insulation, LRE-M Roof Board (optional Matrix 307 Premium LRE-M SBS-SA (Optional) SBS-TA, SBS-TA, APP- -180.0
concrete EnergyGuard RA or EnergyGuard Ultra . APP-TA TA
. . Asphalt Primer)
Polyiso Insulation
. . . Min. 0.25-inch SECUROCK Gypsum-Fiber .
c-60. Structural Min. 0.'5—|nch EnergyGuard Polyiso LRE-M Roof Board (optional Matrix 307 Premium LRE-M SBS-SA (Optional) SBS-TA, SBS-TA, APP- 2325
concrete Insulation, EnergyGuard Ultra . APP-TA TA
Asphalt Primer)
Structural Min. 0.5-inch EnergyGuard Polyiso . . . . (Optional) SBS-TA, SBS-TA, APP-
C-61. concrete Insulation, EnergyGuard Ultra LRF-M (Optional) Additional layer(s) base insulation | LRF-M SBS-SA APP-TA TA -232.5
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TABLE 3B: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP INSULATION LAYERS)
SEE NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

System Deck Base Insulation Layer — Top Insulation Layer — Roof Cover (Note 15) MDP
No. Note 1 ac ac (psf)
o (Note 1) Type g Type e Base Ply Ply Cap Ply 5
One or more layer(s), min. 0.5-inch R . .
. X Min. 0.25-inch SECUROCK G -Fib .
Structural EnergyGuard Polyiso Insulation, LRF-M n inc . . ypsum-+i .er LRF-M (Optional) SBS-TA, SBS-TA, APP-
C-62. . Roof Board (optional Matrix 307 Premium . SBS-SA -180.0
concrete EnergyGuard RA or EnergyGuard Ultra Canister R Canister APP-TA TA
h . Asphalt Primer)
Polyiso Insulation
. . . Min. 0.25-inch SECUROCK Gypsum-Fiber .
c-63. Structural Min. 1..5—|nch EnergyGuard Polyiso LRF—.M Roof Board (optional Matrix 307 Premium LRF—.M SBS-SA (Optional) SBS-TA, SBS-TA, APP- 2325
concrete Insulation Canister . Canister APP-TA TA
Asphalt Primer)
| Min. 1.5-inch E Polyi LRF-M LRF-M i 1) SBS-TA, BS-TA, APP-
C-64. Structura in .5 inch EnergyGuard Polyiso ] (Optional) Additional layer(s) base insulation ) SBS-SA (Optional) SBS-TA, SBSTA, -232.5
concrete Insulation Canister Canister APP-TA TA
One or more layer(s), min. 0.5-inch
| E Polyiso Insulati
C-65. structura nergyGuard Polyiso Insulation, LRF-XF Min. 0.25-inch DensDeck Prime LRF-XF SBS-SA (Optional) SBS-SA | SBS-SA 1525
concrete EnergyGuard RA or EnergyGuard Ultra
Polyiso Insulation
One or more layer(s), min. 0.5-inch R R N
e . Min. 0.25-inch SECUROCK Gypsum-Fiber )
| E Pol | | 1) SBS-TA, BS-TA, APP-
C-66. structura nergyGuard Polyiso Insulation, LRF-XF Roof Board (optional Matrix 307 Premium LRF-XF SBS-SA (Optional) SBS-TA, | SBS-TA, -180.0
concrete EnergyGuard RA or EnergyGuard Ultra . APP-TA TA
h . Asphalt Primer)
Polyiso Insulation
Structural Min. 0.5-inch EnergyGuard Polyiso . . . . (Optional) SBS-TA, SBS-TA, APP-
C-67. concrete Insulation, EnergyGuard Ultra LRF-XF (Optional) Additional layer(s) base insulation | LRF-XF SBS-SA APP_TA TA 232.5
. ) . Min. 0.25-inch SECUROCK Gypsum-Fiber .
C-68. Structural Min. 0.5-inch EnergyGuard Polyiso LRF-XF Roof Board (optional Matrix 307 Premium LRF-XF SBS-SA (Optional) SBS-TA, | SBS-TA, APP- | 5, ¢
concrete Insulation, EnergyGuard Ultra A APP-TA TA
Asphalt Primer)
Structural . . Min. 0.25-inch SECUROCK Gypsum-Fiber (Optional) SBS-TA, SBS-TA, APP-
C-69. concrete Min. 1.5-inch EnergyGuard RA LRF-XF Roof Board LRF-XF SBS-SA APP-TA TA 270.0
Min. 0.25-inch SECUROCK Gypsum-Fiber
Structural . . Roof Board; surface shall be primed with (Optional) SBS-TA, SBS-TA, APP-
¢70. concrete Min. 1.5-inch EnergyGuard RA LRF-XF Matrix 307 Premium Asphalt Primer or LRF-XF SBS-5A APP-TA TA 2850
ASTM D41 primer
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, . . (Optional) SBS-TA, SBS-TA, APP-
C7L concrete EnergyGuard RA or EnergyGuard Ultra 500 Min. 0.25-inch DensDeck 0B500 SBS-SA APP-TA TA 1225
Polyiso Insulation
One or more layer(s), min. 0.5-inch
E Guard Polyiso Insulati
c7p. | Structral i o i W 0B500 Min. 0.25-inch DensDeck Prime 0B500 SBS-SA (Optional) SBS-SA | SBS-SA -152.5
concrete EnergyGuard RA or EnergyGuard Ultra
Polyiso Insulation
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TABLE 3B: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP INSULATION LAYERS)
SEE NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

System Deck Base Insulation Layer — Top Insulation Layer — Roof Cover (Note 15) MDP
No. Note 1 ac ac (psf)
o (Note 1) Type g Type e Base Ply Ply Cap Ply 5
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, Min. 0.25-inch SECUROCK Ultralight Coated (Optional) SBS-TA, SBS-TA, APP-
(SR concrete EnergyGuard RA or EnergyGuard Ultra 08500 Glass-Mat Roof Board PR SERA APP-TA TA -165.0
Polyiso Insulation
One or more layer(s), min. 0.5-inch R .
! Min. 0.25-inch DensDeck; surface shall be
E Polyiso | lati ! i - - -
Cc-74. structural nergyGuard Polyiso Insulation, 0B500 primed with Matrix 307 Premium Asphalt 0B500 SBS-SA (Optional) SBS-TA, | SBS-TA, APP- | ) ¢
concrete EnergyGuard RA or EnergyGuard Ultra . . APP-TA TA
. . Primer or ASTM D41 primer
Polyiso Insulation
One or more layer(s), min. 0.5-inch R R X
e . Min. 0.25-inch SECUROCK Gypsum-Fiber )
C.75. Structural EnergyGuard Polyiso Insulation, 0B500 Roof Board (optional Matrix 307 Premium 0B500 SBS-SA (Optional) SBS-TA, SBS-TA, APP- -180.0
concrete EnergyGuard RA or EnergyGuard Ultra X APP-TA TA
h . Asphalt Primer)
Polyiso Insulation
. . . Min. 0.25-inch SECUROCK Gypsum-Fiber .
C-76. Structural Min. 0..5—|nch EnergyGuard Polyiso 0B500 Roof Board (optional Matrix 307 Premium 0B500 SBS-SA (Optional) SBS-TA, SBS-TA, APP- 2325
concrete Insulation, EnergyGuard Ultra X APP-TA TA
Asphalt Primer)
Structural Min. 0.5-inch EnergyGuard Polyiso . . : . (Optional) SBS-TA, SBS-TA, APP-
C-77. concrete Insulation, EnergyGuard Ultra 0OB500 (Optional) Additional layer(s) base insulation | OB500 SBS-SA APP-TA TA 232.5
Structural . . Min. 0.25-inch SECUROCK Gypsum-Fiber (Optional) SBS-TA, SBS-TA, APP-
C-78. concrete Min. 1.5-inch EnergyGuard RA OB500 Roof Board OB500 SBS-SA APP-TA TA 270.0
Min. 0.25-inch SECUROCK Gypsum-Fiber
Structural . . Roof Board; surface shall be primed with (Optional) SBS-TA, SBS-TA, APP-
c78. concrete Min. 1.5-inch EnergyGuard RA 0B500 Matrix 307 Premium Asphalt Primer or 0OB500 SBS-SA APP-TA TA 2850
ASTM D41 primer
VENTING SYSTEMS WITH POLYISOCYANURATE BASE INSULATION LAYER:
Primed ) ) K . ) . (Optional) One or
C-80. structural Min. 1.5-inch EnergyGuard RA or Hot asphalt | Min- 0-3-inch Structodek High Density Hot asphalt | BP-LL more BP-AA, SBS- | SBS-AA -90.0
EnergyGuard Ultra Fiberboard Roof Insulation
concrete AA
Primed Min. 1.5-inch EnergyGuard RA or Min. 0.5-inch Structodek High Density One or more BP SBS-TA or
c-81. tructural el Hot asphalt el Hot asphalt | BP-LL ) ) -90.0
structura EnergyGuard Ultra Ot 3PRA | ciperboard Roof Insulation otaspha AA, SBS-AA APP-TA
concrete
Primed (Optional) One or
C-82. structural Min. 1.5-inch EnergyGuard RA Hot asphalt | (Optional) Additional layer(s) base insulation | Hot asphalt | BP-LL more BP-AA, SBS- SBS-AA -150.0
concrete AA
Primed One or more BP- SBS-TA or
C-83. z’g:cc::trzl Min. 1.5-inch EnergyGuard RA Hot asphalt | (Optional) Additional layer(s) base insulation | Hot asphalt | BP-LL AA, SBS-AA APP-TA -150.0
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TABLE 3B: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP INSULATION LAYERS)
SEE NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

System Deck Base Insulation Layer — Top Insulation Layer — Roof Cover (Note 15) MDP
No. (Note 1) ac ac (psf)
o ote Type N eaGRE Type ienGa Base Ply Ply Cap Ply S
Primed
Min. 0.5-inch EnergyGuard Polyiso . . . . (Optional) BP-AA,
-84. tructural - - - .
C-84 structura Insulation, EnergyGuard Ultra Hot asphalt | (Optional) Additional layer(s) base insulation | Hot asphalt | BP-LL SBSAA SBS-AA 150.0
concrete
Primed (Optional) One or
C-85. structural Min. 1.5-inch EnergyGuard Ultra Hot asphalt | (Optional) Additional layer(s) base insulation Hot asphalt | BP-LL more BP-AA, SBS- SBS-AA -172.5
concrete AA
Primed One or more BP SBS-TA or
C-86. structural Min. 1.5-inch EnergyGuard Ultra Hot asphalt | (Optional) Additional layer(s) base insulation | Hot asphalt | BP-LL AA, SBS-AA APP-TA -172.5
concrete
Primed . . (Optional) One or
Min. 1.5-inch E RA
c-87. | structural in. 1.5-inch EnergyGuard RA or Hot asphalt | Min. 0.25-inch DensDeck or DensDeck Prime | Hot asphalt | BP-LL more BP-AA, SBS- | SBS-AA -240.0
EnergyGuard Ultra
concrete AA
Primed Min. 1.5-inch EnergyGuard RA or One or more BP- SBS-TA or
C-88. structural EnergyGuard Ultra Hot asphalt | Min. 0.25-inch DensDeck or DensDeck Prime Hot asphalt | BP-LL AA, SBS-AA APP-TA -240.0
concrete
Structural (Optional) One or
C-89. concrete Min. 0.5-inch EnergyGuard RA LRF-XF Additional layer(s) base insulation LRF-XF BP-LL more BP-AA, SBS- SBS-AA -150.0
AA
Structural . . - . . One or more BP- SBS-TA or
C-90. concrete Min. 0.5-inch EnergyGuard RA LRF-XF Additional layer(s) base insulation LRF-XF BP-LL AA, SBS-AA APP-TA -150.0
Structural (Optional) One or
C-91. concrete Min. 0.5-inch EnergyGuard Ultra LRF-XF Additional layer(s) base insulation LRF-XF BP-LL more BP-AA, SBS- SBS-AA -172.5
AA
Structural . . . . . One or more BP- SBS-TA or
C-92. concrete Min. 0.5-inch EnergyGuard Ultra LRF-XF Additional layer(s) base insulation LRF-XF BP-LL AA, SBS-AA APP-TA -172.5
I in. 0.5-inch
I
C-93. &Y v ' LRF-XF Min. 0.25-inch DensDeck Prime LRF-XF BP-LL more BP-AA, SBS- | SBS-AA -180.0
concrete EnergyGuard RA or EnergyGuard Ultra AA
Polyiso Insulation
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, . . . One or more BP- SBS-TA or
C-94. concrete EnergyGuard RA or EnergyGuard Ultra LRF-XF Min. 0.25-inch DensDeck Prime LRF-XF BP-LL AA, SBS-AA APP-TA -1800
Polyiso Insulation
. [ (Optional) One or
g5, | Structural Min. 1.5-inch EnergyGuard RA or LRF-XF Min. 0.25-inch DensDeck Prime LRF-XF BP-LL more BP-AA, SBS- | SBS-AA -240.0
concrete EnergyGuard Ultra AA
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TABLE 3B: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP INSULATION LAYERS)
SEE NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

System Deck Base Insulation Layer — Top Insulation Layer — Roof Cover (Note 15) MDP
No. Note 1 ac ac (psf)
o (Note 1) Type g Type e Base Ply Ply Cap Ply 5
Structural Min. 1.5-inch EnergyGuard RA or . . . One or more BP- SBS-TA or
C-96. concrete EnergyGuard Ultra LRF-XF Min. 0.25-inch DensDeck Prime LRF-XF BP-LL AA, SBS-AA APP-TA -240.0
One or more layer(s), min. 0.5-inch .
. . R R . . (Optional) One or
c-97. Structural EnergyGuard Polyiso Insulation, 0B500 Mln. 0.5-inch Structode!( High Density OB500 BP-LL more BP-AA, SBS- SBS-AA -90.0
concrete EnergyGuard RA or EnergyGuard Ultra Fiberboard Roof Insulation AA
Polyiso Insulation
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, Min. 0.5-inch Structodek High Density One or more BP- SBS-TA or
C-98. concrete EnergyGuard RA or EnergyGuard Ultra 0B500 Fiberboard Roof Insulation 0B50Y BP-LL AA, SBS-AA APP-TA -90.0
Polyiso Insulation
Structural (Optional) One or
C-99. concrete Min. 0.5-inch EnergyGuard Ultra 0OB500 Additional layer(s) base insulation OB500 BP-LL more BP-AA, SBS- SBS-AA -150.0
AA
Structural . . - ] . One or more BP- SBS-TA or
C-100. concrete Min. 0.5-inch EnergyGuard Ultra 0OB500 Additional layer(s) base insulation 0OB500 BP-LL AA, SBS-AA APP-TA -150.0
| in. 0.5-inch
structral | EnergyGuard Py nsultion, (Optional) One or
c-101. &Y v ' 0B500 Min. 0.25-inch DensDeck or DensDeck Prime | OBS00 BP-LL more BP-AA, SBS- | SBS-AA -150.0
concrete EnergyGuard RA or EnergyGuard Ultra AA
Polyiso Insulation
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, . . . One or more BP- SBS-TA or
C-102. concrete EnergyGuard RA or EnergyGuard Ultra 0OB500 Min. 0.25-inch DensDeck or DensDeck Prime | OB500 BP-LL AA, SBS-AA APP-TA -150.0
Polyiso Insulation
Structural (Optional) One or
C-103. concrete Min. 0.5-inch EnergyGuard RA 0OB500 Additional layer(s) base insulation 0OB500 BP-LL more BP-AA, SBS- SBS-AA -150.0
AA
Structural . . . . . One or more BP- SBS-TA or
C-104. concrete Min. 0.5-inch EnergyGuard RA 0OB500 Additional layer(s) base insulation 0OB500 BP-LL AA, SBS-AA APP-TA -150.0
COLD-APPLIED SYSTEMS WITH POLYISOCYANURATE BASE INSULATION LAYER:
Structural S::roan:erz l;z?ri(sﬂllnmsl:l;a?i.osgmlnCh LRF-M, LRF- | Min. 0.5-inch EnergyGuard HD Polyiso Cover | LRF-M, LRF- SBS-CA or
C-105. concrete EnergyGuard RAzr Ener Guar’d Ultra M Canister Board, EnergyGuard HD Plus Polyiso Cover M Canister SBS-CA or SBS-CA1 | None SBS-CA1 -97.5
8y ) 8y or M-OSFA | Board or M-OSFA
Polyiso Insulation
One or more layer(s), min. 0.5-inch
. Y LRF-M or . . . LRF-M or
C-106. Structural EnergyGuard Polyiso Insulation, LRE-M Min. 0.125-inch Sturdy-Dek Asphaltic Cover LRF-M SBS-CAL None SBS-CAL 975
concrete EnergyGuard RA or EnergyGuard Ultra . Board .
. . Canister Canister
Polyiso Insulation
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TABLE 3B: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP INSULATION LAYERS)
SEE NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

System Deck Base Insulation Layer — Top Insulation Layer — Roof Cover (Note 15) MDP
No. Note 1 ac ac sf
(Note 1) Type g Type e Base Ply Ply Cap Ply (psf)
Structural | Energyuand Pty nsition, Min. 0.5 inch EnergyGuard HD Polyiso Cover S85-Ch or
C-107. concrete EnergyGuard RA or EnergyGuard Ultra LRF-XF gz::i, EnergyGuard HD Plus Polyiso Cover LRF-XF SBS-CA or SBS-CA1 | None SBS-CA1 -97.5
Polyiso Insulation
One or more layer(s), min. 0.5-inch
C-108. Structural EnergyGuard Polyiso Insulation, LRE-XE Min. 0.125-inch Sturdy-Dek Asphaltic Cover LRE-XE SBS-CA1 None SBS-CA1 975
concrete EnergyGuard RA or EnergyGuard Ultra Board
Polyiso Insulation
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, . . X
C-109. LRF-XF Min. 0.25-inch DensDeck Prime LRF-XF SBS-CA1l None SBS-CA1l -127.5
concrete EnergyGuard RA or EnergyGuard Ultra
Polyiso Insulation
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, Min. 0.25-inch SECUROCK Gypsum-Fiber
G110 oncrete EnergyGuard RA or EnergyGuard Ultra LRF-XF Roof Board LRF-XF SBS-CAL None SBS-CAL 1725
Polyiso Insulation
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, Min. 0.5-inch Structodek High Density
-111. B. . . B BS-CA N BS-CA -45.
¢ concrete EnergyGuard RA or EnergyGuard Ultra 08500 Fiberboard Roof Insulation 0B500 SBS-C one SBS-C >0
Polyiso Insulation
Structural g::rorGrTJ:rrz lli‘ZIez(sscz’l:qsl:lla?ilosr;mCh Min. 0.5-inch EnergyGuard HD Polyiso Cover SBS-CA or
C-112. 2 4 ! OB500 Board, EnergyGuard HD Plus Polyiso Cover OB500 SBS-CA or SBS-CA1 | None -97.5
concrete EnergyGuard RA or EnergyGuard Ultra Board SBS-CA1
Polyiso Insulation
One or more layer(s), min. 0.5-inch
E Polyiso | lati in. 0. -i - i
C-113. Structural nergyGuard Polyiso Insulation, 0B500 Min. 0.125-inch Sturdy-Dek Asphaltic Cover OB500 SBS-CAL None SBS-CAL 975
concrete EnergyGuard RA or EnergyGuard Ultra Board
Polyiso Insulation
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, . . .
C-114. 0OB500 Min. 0.25-inch DensDeck Prime OB500 SBS-CA1l None SBS-CA1 -127.5
concrete EnergyGuard RA or EnergyGuard Ultra
Polyiso Insulation
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, Min. 0.25-inch SECUROCK Gypsum-Fiber
- . B! B BS-CA1 BS-CA1l -172.
C115 concrete EnergyGuard RA or EnergyGuard Ultra 0B500 Roof Board 0OB500 SBS-CA None SBS-CA 725
Polyiso Insulation

HYBRID CoLD/HOT-APPLIED SYSTEMS WITH POLYISOCYANURATE BASE INSULATION LAYER:
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TABLE 3B: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP INSULATION LAYERS)
SEE NOTE 16 FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

System Deck Base Insulation Layer — Top Insulation Layer — Roof Cover (Note 15) MDP
No. Note 1 ac ac (psf)
o (Note 1) Type g Type e Base Ply Ply Cap Ply 5
Min. 0.5-inch Structodek High Density
Primed . . . Fiberboard Roof Insulation or min. 0.25-inch .
C-116. structural Min. 0..5-|nch EnergyGuard Polyiso Hot asphalt | DensDeck Prime or SECUROCK Gypsum-Fiber | Hot asphalt | BP-AA or SBS-AA (Optional) BP-AA SBS-CA1 -255.0
Insulation, EnergyGuard RA R . or SBS-AA
concrete Roof Board or min. 0.4375-inch DEXcell
Cement Roof Board
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, Min. 0.25-inch DensDeck Prime or (Optional) BP-AA
117, concrete EnergyGuard RA or EnergyGuard Ultra LRF-XF SECUROCK Gypsum-Fiber Roof Board LRF-XF BP-AA or SBS-AA or SBS-AA SBS-CAL -1800
Polyiso Insulation
Structural . . Min. 0.25-inch DensDeck Prime or (Optional) BP-AA
-118. Min. 1.5-inch E RA LRF-XF LRF-XF BP-AA BS-AA BS-CA1l -240.
c118 concrete in. 1.5-inch EnergyGuard SECUROCK Gypsum-Fiber Roof Board or SBS or SBS-AA SBS-C 0.0
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, . . x (Optional) BP-AA
-119. B! Min. 0.25-inch DensDeck P B BP-AA BS-AA BS-CA1l -127.
¢119 concrete EnergyGuard RA or EnergyGuard Ultra 08500 in. 0.25-inch 8ensDIREPriTY 08500 or 58S or SBS-AA SBS-C >
Polyiso Insulation
One or more layer(s), min. 0.5-inch
Structural EnergyGuard Polyiso Insulation, Min. 0.25-inch SECUROCK Gypsum-Fiber (Optional) BP-AA
-120. B! B BP-AA BS-AA BS-CA1l -172.
¢120 concrete EnergyGuard RA or EnergyGuard Ultra 08500 Roof Board 0B500 or 58S or SBS-AA SBS-C >
Polyiso Insulation
CONVENTIONAL SYSTEMS WITH POLYSTYRENE BASE INSULATION LAYER:
Structural Min. 2-inch Styrofoam Brand Roofmate Min. 0.25-inch DensDeck Prime or (Optional) SBS-TA, SBS-TA, APP-
C-121. 0B500 0OB500 SBS-TA, APP-TA -240.0
concrete or Highload 60 SECUROCK Gypsum-Fiber Roof Board ! APP-TA TA
. . (Optional) BP-AA,
Structural Min. 2-inch Styrofoam Brand Roofmate . . . BP-AA, SBS-AA, SBS-AA, SBS-
C-122. concrete or Highload 60 0B500 Min. 0.25-inch DensDeck or DensDeck Prime 0OB500 SBS-TA or APP-TA Ziir;, SBS-TA or TA or APP-TA -277.5
SELF-ADHERING BASE PLY WITH POLYSTYRENE BASE INSULATION LAYER:
| Min. 2-inch f B fi
C123, | Structura in. 2-inch Styrofoam Brand Roofmate | o0 Min. 0.25-inch DensDeck Prime 0B500 SBS-SA (Optional) SBS-SA | SBS-SA 1525
concrete or Highload 60
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TABLE 3c: STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

NEmoO | etc.e

Roof Cover (Note 15)

System Deck Primer MDP
No. (Note 1) Base Ply | Ply Cap Ply (psf)

CONVENTIONAL SYSTEMS:

C-124. Structural concrete Matrix 307 Premium Asphalt Primer or ASTM D41 primer | APP-TA (Optional) APP-TA APP-TA -90.0

C-125. Structural concrete Matrix 307 Premium Asphalt Primer or ASTM D41 primer (Szpslootza:))ritizrrooli?j :\\Ilvvzg’%sér:‘nooc::;; Ft{;:)cir-oz;s;i\é\gzs None SBS-TA -283.1

C-126. Structural concrete Matrix 307 Premium Asphalt Primer or ASTM D41 primer | BP-AA, SBS-AA BP-AA, SBS-AA SBS-AA -442.5

C-127. Structural concrete f)aq“;r?il:vlamx 307 Premium Asphalt Primer or ASTM Ruberoid HW Smooth, torch-applied (Optional) SBS-TA SBS-TA -465.0

SELF-ADHERING BASE PLY:

C-128. Structural concrete Matrix 307 Premium Asphalt Primer or ASTM D41 primer | SBS-SA (Optional) SBS-SA SBS-SA -72.5

C-129. Structural concrete Matrix 307 Premium Asphalt Primer or ASTM D41 primer | SBS-SA (Optional) SBS-TA or APP-TA | SBS-TA or APP-TA -140.0

C-130. Structural concrete GAF SA Primer at 0.7 gal/square. SBS-SA None SBS-SA -287.5

VENTING SYSTEMS:

C131. | Structural concrete | Matrix 307 Premium Asphalt Primer or ASTM D41 primer | BP-LL | BP-AA, SBS-AA | sBs-AA | -185.0

COLD-APPLIED SYSTEMS:

c-132. | Structural concrete | Matrix 307 Premium Asphalt Primer or ASTM D41 primer | BP-AA, BP-CA, SBS-CA | (Optional) SBS-CA | sBs-cA | 3075
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TABLE 4A: LIGHTWEIGHT INSULATING CONCRETE OVER STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

SEe NOTE 16A FOR VAPOR BARRIER OPTIONS

Base Insulation Layer Coverboard Roof Cover (Note 15)

System Deck Lightweight Concrete b press e = MDP
No. Note 1 Note 14 ac ac (psf)
o (Note 1) (Note 14) Type g Type byt Base Ply Ply Cap Ply 5

ELASTIZELL (FL4994):
Elastizell Range Il . . . Min. 0.5-inch Structodek High (Optional) BP-AA, SBS-AA,
LWC-1. i;:’ccrt;':' Lightweight Insulating :\:;';l fi':;nCh’ min. 1.0 pcf, 0B500 Density Fiberboard Roof 0B500 2PA‘AA' SBS | Sgs-AA, SBS-TA o SBS-TAor | -120.0
Concrete (min. 200 psi) Insulation APP-TA APP-TA
Elastizell Range Il One or more layer(s), min. 0.5-inch
we-z, | Struetural o weight Insulating | Energyeuard Polyiso Insulation, 0B500 Min. 0.25-inch DggRQeck 0B500 SBS-SA (Optional) SBS-SA SBS-SA -152.5
concrete X . EnergyGuard RA or EnergyGuard Prime
Concrete (min. 200 psi) X .
Ultra Polyiso Insulation
Structural Elastizell Range II S::rorg:f:rz I:Zfri(ssg’"r?s'glﬁi';;'ncrj Min. 0.5-inch Structodek High BP-AA. SBS- (Optional) One or SBS-AA,
LWC-3. concrete Lightweight Insulating EnergyGuard RA Z)r Ener Guar'd OB500 Density Fiberboard Roof OB500 AA ! more BP-AA, SBS-AA, | SBS-TAor -180.0
Concrete (min. 200 psi) Byl =Nergy Insulation SBS-TA or APP-TA APP-TA
Ultra Polyiso Insulation
Structural Elastizell Range Il S::rorg:f:rz I:Zfri(ssg’"r?slglégi';lnCh Min. 0.25-inch DensDeck, BP-AA, SBS- | (Optional) One or SBS-AA,
LWC-4. concrete Lightweight Insulating EnergyGuard RA Z)r Ener Guar'd OB500 DensDeck Prime or SECUROCK OB500 AA, SBS-TA more BP-AA, SBS-AA, | SBS-TAor -180.0
Concrete (min. 200 psi) Byl =nergy Gypsum-Fiber Roof Board or APP-TA | SBS-TA or APP-TA APP-TA
Ultra Polyiso Insulation
Structural Elastizell Range Il (Optional) Min. 1.5-inch Min. 0.5-inch Structodek High BP-AA. SBS- (Optional) One or SBS-AA,
LWC-5. concrete Lightweight Insulating EnergyGuard RA or EnergyGuard OB500 Density Fiberboard Roof OB500 AA ! more BP-AA, SBS-AA, | SBS-TAor -225.0
Concrete (min. 200 psi) Ultra Insulation SBS-TA or APP-TA APP-TA
ional) Min. 1.5-inch
Elastizell Range I (Optional) Min. 1.5-inc Min. 0.25-inch DensDeck, BP-AA, SBS- | (Optional) One or SBS-AA,
Structural R . . EnergyGuard RA or EnergyGuard .
LWC-6. concrete Lightweight Insulating Ultra or min. 2-inch Styrofoam 0OB500 DensDeck Prime or SECUROCK 0OB500 AA, SBS-TA more BP-AA, SBS-AA, | SBS-TA or -225.0
Concrete (min. 200 psi) Brand Roofmate or Highload 60 Gypsum-Fiber Roof Board or APP-TA SBS-TA or APP-TA APP-TA
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NEmoO | etc.e
TABLE 48: LIGHTWEIGHT INSULATING CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER
SEe NOTE 16A FOR VAPOR BARRIER OPTIONS

. . Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
Lightweight
System Deck Attach Attach MDP
No. (Note 1) Concrete Type Fastener Attach Type (Notes Type (Notes Base Ply Ply CapPly | (psf)
{NoIELH (Note 11) 6,28 67,8
CELCORE (FL2037):
CONVENTIONAL SYSTEMS:
R 7-inch o.c. at
Min. 22 ga. type Celcore Cellular GAFGLAS. #75 Base the 3-inch lap | Min. 1.5-inch ) ) .
B, Grade 33 Concrete (min. 300 Sheet, Tri-Ply #75 Drill-Tec and 7-inch EneravGuard Min. 0.5-inch Structodek (Optional)
vented steel; 5-ft N o Base Sheet, GAFGLAS . .gy . High Density Fiberboard BP-AA, SBS-AA,
K psi) with min. 1 pcf . Base Sheet | o.c.intwo Polyiso Insulation Hot . A Hot BP-AA,

LWC-7. spans or min. EPS board and min #80 Ultima Base Fastener equall or EneravGuard asphalt Roof Insulation or min. asphalt SBS-AA SBS-AA, SBS-TA, -75.0
2,500 psi et e M| Sheet, Stratavent 7 sqaceg il Pflyiso P 0.4375-inch DEXcell P SBS-TA, APP-TA
structural P Nailable Venting T p ! . Y Cement Roof Board APP-TA

coat staggered Insulation
concrete Base Sheet
center rows
. 7-inch o.c. at
Min. 22 ga. type Celcore Cellular GAFGLAS. #75 Base the 3-inch lap | Min. 1.5-inch Min. 0.25-inch DensDeck .
B, Grade 33 . Sheet, Tri-Ply #75 . . . (Optional)
Concrete (min. 300 Drill-Tec and 7-inch EnergyGuard Prime or SECUROCK
vented steel; 5-ft N . Base Sheet, GAFGLAS . . Y . BP-AA, SBS-AA,
K psi) with min. 1 pcf . Base Sheet | o.c.intwo Polyiso Insulation Hot Gypsum-Fiber Roof Board | Hot BP-AA,
LWC-8. spans or min. . #80 Ultima Base . . SBS-AA, SBS-TA, -75.0
. EPS board and min. Fastener equally or EnergyGuard asphalt or min. 0.4375-inch asphalt SBS-AA
2,500 psi ) . Sheet, Stratavent X . SBS-TA, APP-TA
2-inch thick top - . (1.7 in.) spaced, Ultra Polyiso DEXcell Cement Roof
structural Nailable Venting . APP-TA
coat staggered Insulation Board
concrete Base Sheet
center rows
Min. 22 ga. type GAFGLAS #75 Base Qg A
<2283 yp Celcore Cellular ! the 3-inchlap | Min. 1.5-inch .
B, Grade 33 Concrete (min. 300 sheet, Tri-Ply #75 Drill-Tec and 7-inch EnergyGuard (Optional)
vented steel; 5-ft N o Base Sheet, GAFGLAS . .gy . Min. 0.25-inch DensDeck BP-AA, SBS-AA,
K psi) with min. 1 pcf . Base Sheet | o.c.intwo Polyiso Insulation Hot X Hot SBS-TA,
LWC-9. spans or min. R #80 Ultima Base Prime or SECUROCK SBS-AA, SBS-TA, -75.0
. EPS board and min. Fastener equally or EnergyGuard asphalt . asphalt APP-TA
2,500 psi . X Sheet, Stratavent K X Gypsum-Fiber Roof Board SBS-TA, APP-TA
2-inch thick top . . (1.7 in.) spaced, Ultra Polyiso
structural Nailable Venting . APP-TA
coat staggered Insulation
concrete Base Sheet
center rows
VENTING SYSTEMS:
R 7-inch o.c. at
Min. 22 ga. type Celcore Cellular GAFGLAS, I the 3-inch lap | Min. 1.5-inch
B, Grade 33 Concrete (min. 300 Sheet, JIPPINL> Drill-Tec and 7-inch EnergyGuard
vented steel; 5-ft N o Base Sheet, GAFGLAS X .gy . (Optional) Min. 0.25-inch SBS-AA,
K psi) with min. 1 pcf . Base Sheet | o.c.intwo Polyiso Insulation Hot . Hot BP-AA, -
LWC-10. | spans or min. R #80 Ultima Base SECUROCK Gypsum-Fiber BP-LL SBS-TA,
. EPS board and min. Fastener equally or EnergyGuard asphalt asphalt SBS-AA 75.0*
2,500 psi R X Sheet, Stratavent . X Roof Board APP-TA
2-inch thick top ) . (1.7 in.) spaced, Ultra Polyiso
structural Nailable Venting .
coat staggered Insulation
concrete Base Sheet
center rows
PRE-EXISTENT CELLULAR LIGHTWEIGHT CONCRETE (NOTE 14A):
COLD-APPLIED SYSTEMS:
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NEmMO | etc.e
TABLE 48: LIGHTWEIGHT INSULATING CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS — NEW CONSTRUCTION orR REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER
SEe NOTE 16A FOR VAPOR BARRIER OPTIONS

. . Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
Lightweight
System Deck Concrete Fast Attach Attach MDP
No. (Note 1) Type astener Attach Type (Notes Type (Notes Base Ply Ply CapPly | (psf)
(Note 14) (Note 11) 5 T
' 6-inch o.c. at (Optional) Ad.d|t|ona!I
Min. 22 ga. type } layer(s) base insulation
the 3-inch Ny .
BV, Grade 40 Min. 300 bsi. min wide laps and and/or min. 0.25-inch
steel; 6 ft spans, 2-in<.:h thisk ’pre-. GAFGLAS #75 Base Drill-Tec 6-inch c'?c at Min. 2-inch DensDeck Prime or
5/8” puddle . ’ Sheet, Tri-Ply #75 Locking - ’ SECUROCK Gypsum-Fiber (Optional) SBS-
welds 6” o.c. or ﬁxﬁttfvr:i c;tllular Base Sheet or Impact tewza(l? IEZIeri?cﬁ:saL:ition 6500 Roof Board or min. 0.5- 08500 SBS-CAL SBS-CA1 CAl 525
LWC-11. | min. 2,500 psi ‘g . g Ruberoid 20 Nail (1.4”) qually 4 inch EnergyGuard HD
insulating concrete spaced, .
structural staggered Polyiso Cover Board,
concrete g8 EnergyGuard HD Plus
center rows \
Polyiso Cover Board
Fastener withdrawal testing per Note 11:
Note: Average Withdrawal Resistance per ANSI/SPRI FX-1: Drill-Tec Locking Impact Nail (1.4”): min. 125 Ibf or Drill-Tec Base Sheet Fastener (1.7”): min. 72 Ibf
Or MCRF per TAS 105: Drill-Tec Locking Impact Nail (1.4”): min. 120 Ibf or Drill-Tec Base Sheet Fastener (1.7”): min. 57 Ibf
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TABLE 4c: LIGHTWEIGHT INSULATING CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALY ATTACHED BASE SHEET, BONDED ROOF COVER
SEe NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

System Deck Lightweight Concrete Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) (Note 14) Type Fastener (Note 11) Attachment Base Ply | Cap Ply (psf)
CELCORE (FL2037):
CONVENTIONAL SYSTEMS:
Min. 22 ga. type B, Celcore Cellular Concrete (min. . 9-inch o.c. at min. 2-inch laps
Grade 33 vented steel; 200 psi) with min. 1 pcf EPS GAFGLAS Stratavent Drill .Tec Base.Sheet Fastener and 18-inch o.c. in two (2),
LWC-12. . ) ) A ) . (1.7 in.) or Drill-Tec Base Sheet SBS-TA SBS-TA -45.0
6 ft spans or min. 2,500 | board and min. 2-inch thick Nailable Venting Base Sheet Fastener E (1.7 in.) equally spaced, staggered
psi structural concrete top coat o center rows
Min. 22 ga. type B, Celcore Cellular Concrete (min. Ruberoid Mob Granule. Tri- 7-inch o.c. at min. 4-inch side
LWC-13 Grade 33 vented steel; 200 psi) with min. 1 pcf EPS Ply SBS Granuple Ca Sh’eet Drill-Tec Locking Impact Nail laps and 7-inch o.c. in two, BP-AA or SBS-AA, SBS- 750
"| 5-ft spans or min. 2,500 | board and min. 2-inch thick ( Zanules down) P Bimp equally spaced staggered SBS-AA TA or APP-TA '
psi structural concrete top coat £ center rows.
AFGLAS #75 B h
Min. 22 ga. type B, Celcore Cellular Concrete (min. G R GLAS #75 Base Sheet, 7-inch o.c. at min. 3-inch side .
Grade 33 vented steel; 300 psi) with min. 1 pcf EPS Tri-Ply #75 Base Sheet, Drill-Tec Base Sheet Fastener laps and 7-inch o.c. in two Two plies
LWC-14. 5-ft spans or min. 2 50’0 boar’();i and min 2-.incp;1 thick GAFGLAS #80 Ultima Base (1.7) e puaII spaced st.a. ered ‘ BP-AA or SBS-AA 75.0
si stfuctural con.crc’ete top coat . sheet, GAFGLAS Stratavent . cgntery rol\)Ns % SBS-AA
P P Nailable Venting Base Sheet )
COLD-APPLIED SYSTEMS:
AFGLAS #75 B h
Min. 22 ga., type B, Celcore Cellular Concrete (min. G R GLAS #75 Base ST X 12-inch o.c. at min. 2-inch side
Grade 33 steel; 6 ft 300 psi) with min. 1 pcf EPS Tri-Ply #75 Base Sheet, Orill TS Base Sheet Fastener laps and 12-inch o.c. at three
LWC-1s. | Jo0E 2 S boar‘; S, 2-'in§1 o GAFGLAS #80 Ultima Base | (1.7 in.) or Drill-Tec Base Sheet (3‘)’6 o ey | sBs-CA SBS-CA -45.0
P T P ' Sheet, GAFGLAS Stratavent Fastener E (1.7 in.) qually sp €8
structural concrete top coat . . center rows.
Nailable Venting Base Sheet
Min. 22 ga., type B, Celcore Cellular Concrete (min. GAFGLAS MQDase Shet, . 9-inch o.c. at min. 2-inch laps
Grade 33 steel; 6 ft 300 psi) with min. 1 pcf EPS Qi)Y QB gSheey Drill-Tec Base Sheet Fastener and 18-inch o.c. in two (2)
LWC-16. | o o bl boar‘; S, 2—.incF:1 ik GAFGLAS #80 Ultima Base | (L7 in.) or Drill-Tec Base Sheet | °7° " 2= [0 2 0 SBS-CA SBS-CA -45.0
sfructural cor.1c;ete P top coat ' Sheet, GAFGLAS Stratavent Fastener E (1.7 in.) cgnteryro’:\)lvs » Stagg
P Nailable Venting Base Sheet
AFGLAS #75 B h
Min. 22 ga., type B, Celcore Cellular Concrete (min. G R GLAS #75 Base Sheet, X 7-inch o.c. at min. 3-inch side
Grade 33 steel; 5 ft 300 psi) with min. 1 pcf EPS Tri-Ply #75 Base Sheet, Drill-Tec Base Sheet Fastener laps and 7-inch o.c. at two (2)
W17, | e o o | boart o i GAFGLAS #80 Ultima Base | (1.7in.) or Drill-Tec Base Sheet | 2P°S1¢ 710e0 0.2 & ¥ SBS-CA SBS-CA 75.0
sfructural o P o : Sheet, GAFGLAS Stratavent | Fastener E (1.7 in.) C:nterym‘\’lvs g8
P Nailable Venting Base Sheet :
HYBRID HOT/COLD-APPLIED SYSTEMS:
L B
Min. 22 ga., type B, Celcore Cellular Concrete (min. '?:';?y ﬁ?:;ﬁseazﬁj:tea’ 12-inch o.c. at min. 2-inch side
e8| o 5500 psi | bostdsnd min 2inch thck | GAFOLAS 80 Utimaase | (rTecteseshestfastener | SRS FEROL L L cvomn | sEem 450
P T P ' Sheet, GAFGLAS Stratavent ' qually sp €8
structural concrete top coat . A center rows.
Nailable Venting Base Sheet
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TABLE 4c: LIGHTWEIGHT INSULATING CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALY ATTACHED BASE SHEET, BONDED ROOF COVER
SEe NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

System Deck Lightweight Concrete Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) (Note 14) Type Fastener (Note 11) Attachment Base Ply Cap Ply (psf)
Min. 22 ga., type B, Celcore Cellular Concrete (min. ?:_i,?;‘:g:giagﬁj:teet' 9-inch o.c. at min. 2-inch side
o | Sase B or | soomwinmn o | Gt manse | kIS s | ndsichocate | $Mer | e | s
P - &270P : Sheet, GAFGLAS Stratavent : qually spaced staggere :
structural concrete top coat . : center rows.
Nailable Venting Base Sheet
) ) GAFGLAS #75 Base Sheet,
Min. 22 ga., type B, Celcore Cellular Concrete (min. Tri-Ply #75 Baseagﬁeetee 7.5-inch o.c. at min. 2-inch side
Grade 33 steel; 6 ft 300 psi) with min. 1 pcf EPS v R ! Drill-Tec Base Sheet Fastener ! . ’ BP-AA or
LWC-20. . . . . R GAFGLAS #80 Ultima Base laps and 7.5-inch o.c. at one SBS-CA1 -45.0
spans or min. 2,500 psi board and min. 2-inch thick (1.7) SBS-AA
structural concrete top coat Sheet, GAFGLAS Stratavent center row.
P Nailable Venting Base Sheet
Min. 22 ga., type B, Celcore Cellular Concrete (min. ?:_';?;i?:;iia;ﬁ::teet’ 9-inch o.c. at min. 3-inch side
e St | s00m)wh i oS | Sy e | PO er o o sttvo | £ sy | aso
s?ructural cor‘1c;ete i top coat . sheet, GAFGLAS Stratavent \ cg:tery I‘OF\)NS 5
P Nailable Venting Base Sheet ’
AFGLAS #75 B h
Min. 22 ga., type B, Celcore Cellular Concrete (min. '?ri-P?y #55 Biseazﬁeseteet’ 7-inch o.c. at min. 3-inch side
oz | eSSt | S 0TS | G en s | DT et | BT hocsts | S o | g
sfructural cor.1cr’ete i top coat . Sheet, GAFGLATRIREQYEM . cgntery ro‘\)/vs %
P Nailable Venting Base Sheet )
ELASTIZELL (FL4994):
Min. 22 ga. type B, Elastizell Range Il Lightweight . 9-inch o.c. at min. 2-inch laps
Drill-Tec B h F
Grade 33 vented steel; Insulating Concrete (min. 200 GAFGLAS Stratavent " . ec ase.s eet Fastener and 18-inch o.c. in two (2),
LWC-23. R N R . \ (1.7 in.) or Drill-Tec Base Sheet SBS-TA SBS-TA -45.0
6 ft spans or min. 2,500 | psi) with min. 1 pcf EPS board Nailable Venting Base Sheet . equally spaced, staggered
. . R . Fastener E (1.7 in.)
psi structural concrete and min. 2-inch thick top coat center rows
MEARLCRETE (FL13492):
CONVENTIONAL SYSTEMS:
Min. 22 ga. type B, Mearlcrete (min. 300 psi) with ?:_';?LA#gggiia;E::teet 7.5-inch o.c. at min. 4-inch laps | (Optional)
Grade 33 vented steel; X ) P . y R ! Drill-Tec Base Sheet Fastener and 12-inch o.c. in three, BP-AA, SBS- SBS-AA, SBS-
LWC-24. R min. 1 pcf EPS board and min. GAFGLAS #80 Ultima Base . -52.5
6 ft spans or min. 2,500 . R (1.21in.) equally spaced, staggered AA, SBS-TA TA or APP-TA
. 2-inch thick top coat Sheet, GAFGLAS Stratavent
psi structural concrete . . center rows or APP-TA
Nailable Venting Base Sheet
GAFGLAS #75 Base Sheet
Min. 22 ga. type B ! 7-inch o.c. at min. 4-inch | Optional
n ga. type &, Mearlcrete (min. 300 psi) with Tri-Ply #75 Base Sheet, Drill-Tec Base Sheet Fastener inc .o c.a m.|n inch faps (Optional)
Grade 33 vented steel; . . R . . and 7-inch o.c. in two (2), BP-AA, SBS- SBS-AA, SBS-
LWC-25. 6 ft spans or min. 2.500 min. 1 pcf EPS board and min. GAFGLAS #80 Ultima Base (1.7 in.) or Drill-Tec Base Sheet equally spaced. staggered AA SBS-TA TA or APP-TA -52.5
) P - 2-inch thick top coat Sheet, GAFGLAS Stratavent Fastener E (1.7 in.) qually sp » S1agE !
psi structural concrete . X center rows or APP-TA
Nailable Venting Base Sheet
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TABLE 4c: LIGHTWEIGHT INSULATING CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALY ATTACHED BASE SHEET, BONDED ROOF COVER
SEe NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

System Deck Lightweight Concrete Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) (Note 14) Type Fastener (Note 11) Attachment Base Ply Cap Ply (psf)
Me?rlcrete. (min. 300 psi) with GAFGLAS #75 Base Sheet, . BMipo.c. 2 . 4 Mo
LWC-26. | Structural concrete gsziir;él‘(le;nllsr;alr dpgigor:i:g;t_w g:FP (ISZ_:QSStBr Z::vsehnien arlll7l)-Tec Base Sheet Fastener and 7-inch o.c. in two, equally SBS-TA SBS-TA -52.5
inch thick top coat Nailable Venting Base Sheet spaced, staggered center rows
Min. 22 ga. type B, 7-inch o.c. at min. 4-inch side (Optional) SBS-AA
LWC-27. Grade 33 vented steel; Mearlcrete (min. 742 psi) min. GAFGLAS FlexPly 6, Drill-Tec Base Sheet Fastener laps and 7-inch o.c. in two, BP_AA SBS- (polyester 525
6 ft spans or min. 2,500 | 2-inch thick top coat GAFGLAS FlexPly 6 M (1.2) equally spaced staggered AA ’ reinforced,
psi structural concrete center rows. D6164 only)
PRE-EXISTENT CELLULAR LIGHTWEIGHT CONCRETE (NOTE 14A):
CONVENTIONAL SYSTEMS:
Drill-Tec XHD Fastener with Drill-Tec
Min. 22 ga. type BV, Eyehook AccuSeam Plate, Drill-Tec 2- | F5sten through LWC to
Lwc-2g, | Grade33steel; 6ft | Min 200 psi pre-existent Ruberoid Mop Smooth Z/a’TJZ.uBnTQbsimifﬁfingkfaié structural deck: 18-inch o.c. (Optional) SBS-TA 375
spans or min. 2,500 psi cellular LWC Ga. Barbed Plate or Trufast 2.4” within 5-inch wide, torched or SBS-TA
structural concrete Barbed Metal Seam Plate heat-welded side laps
(Withdrawal per Note 11 > 345 |bf)
Min. 22 ga. type BV, Drill-Tec XHD Fastener with Drill-Tec Fasten through LWC to
Grade 33 steel; 6 ft Min 200 psi pre-existent . 2-3/8 in. Barbed XHD Plate or Trufast | structural deck: 18-inch o.c. Optional
LWE-29. spans or min. 2,500 psi cellular L\F;VC i Ruberoid HW SRQU§ 2.4” Barbed Metal Seam Plate within 5-inch wide, torched or (SBE—TA ! SBS-TA 375
structural concrete (Withdrawal per Note 11 > 345 Ibf) heat-welded side laps
Re-Roof Only: Min. 300 psi, GAFGLAS #75 Base Sheet, Ruberoid Ruberoid
Existing min. 22 ga. min. 2—in.ch thic.k prg—existgnt, GAFGLAS #80 Ultima Base DriII—.Tec Base.Sheet Fastener 7.5-inch o.c. .at min. Zjinch side | HW 30 EnergyCap
LWC-30. type B, Grade 33 steel cellular lightweight insulating Sheet or GAFGLAS (1.7 in.) or Drill-Tec Base Sheet laps and 7.5-inch o.c. in one (1) | Smooth, HW 30 -45.0
! concrete Stratavent Nailable Venting Fastener E (1.7 in.) staggered center row. torch- Granule FR,
Withdrawal: 88 Ibf Base Sheet applied torch-applied
Re-Roof Only: Min. 300 psi, GAFGLAS #75 Base Sheet, 9-inch o.c. at min. 2-inch side Ruberoid Ruberoid
Existing min. 22 ga. min. 2—in.ch thic.k prg—existgnt, GAFGLAS #80 Ultima Base DriII—.Tec Base.Sheet Fastener laps and 18-inch o.c. in two (2) HW 30 EnergyCap
LWC-31. type B, Grade 33 steel cellular lightweight insulating Sheet or GAFGLAS (1.7 in.) or Drill-Tec Base Sheet equally spaced staggered " | Smooth, HW 30 -45.0
! concrete Stratavent Nailable Venting Fastener E (1.7 in.) torch- Granule FR,
Withdrawal: 105 Ibf Base Sheet center rows. applied torch-applied
rade 33 stou 6. | collular LWC within. et | #1a KD DriTecastenersand | SEP ERECRER | (optiona)
CASsrs 6”spans or min. 2,500 EPS board and min. 2-inch Ruberoid Mop Smooth 2" Drill-Tec Double-Barbed within 4-inch heat welded side | SBS-TA SBS-TA 525
. . Round Steel Plate
psi structural concrete thick top coat laps
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TABLE 4c: LIGHTWEIGHT INSULATING CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALY ATTACHED BASE SHEET, BONDED ROOF COVER
SEe NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

System Deck Lightweight Concrete Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) (Note 14) Type Fastener (Note 11) Attachment Base Ply Cap Ply (psf)
GAFGLAS #75 Base Sheet, Tri-Ply
Min. 22 ga. type BV, Min. 340 psi, min. 2-inch thick #75 Base Sheet, GAFGLAS #80 Drill-Tec Base Sheet Fastener 7-inch o.c. at min. 4-inch side
LWC-33 Grade 33 steel; 6 ft pre-existent, cellular Ultima Base Sheet, GAFGLAS (1.7 in.), Drill-Tec Base Sheet laps and 7-inch o.c. in two (2), SBS-AA, SBS- | SBS-AA, SBS- 525
"| spans, or min. 2,500 psi | lightweight insulating concrete | Stratavent Nailable Venting Fastener E (1.7 in.) or Drill-Tec equally spaced staggered TA TA, APP-TA '
structural concrete Withdrawal: 60 Ibf Base Sheet, Ruberoid 20 Locking Impact Nail center rows.
Smooth
Drill-Tec XHD Fastener with Drill-Tec
Min. 22 ga. type BV, g}:h“; A;C‘:js;:g‘ :I'ate' [?"ik”f‘Tec 2- | Fasten through LWC to
. . . oy in. Barbe ate, Dekfast 19 .
Lwc-34, | Grade33steel; 6ft | Min 200 psi pre-existent Ruberoid Mop Smooth Galvalume Steel Round 2-3/8” 20- structural deck: 12-inch o.c. (Optional) SBS-TA -60.0
spans or min. 2,500 psi cellular LWC Ga. Barbed Plate or Trufast 2.4” within 5-inch wide, torched or SBS-TA
structural concrete Barbed Metal Seam Plate heat-welded side laps
(Withdrawal per Note 11 > 345 |bf)
Min. 22 ga. type BV, Drill-Tec XHD Fastener with Drill-Tec Fasten through LWC to
Grade 33 steel; 6 ft Min 200 psi pre-existent . 2-3/8in. Barbed XHD Plate or Trufast | structural deck: 12-inch o.c. (Optional)
LWC-35. spans or min. 2,500 psi cellular LWC Ruberoid HW Smooth 2.4” Barbed Metal Seam Plate within 5-inch wide, torched or SBS-TA SBS-TA -60.0
structural concrete (Withdrawal per Note 11 > 345 Ibf) heat-welded side laps
Min. 22 ga. type B, Min 250-300 psi pre-existent :;?:&:2(3:?:- Ii\g/-?ntc[)h o.c. at (Optional)
LWC-36 Grade 33 steel; 6 ft cellular LWC with min. 1 pcf GAFGLAS FlexPly 6, Note 2 mand 12-in.ch. BPF-’AA SBS SBS-AA, SBS- 675
“| spans or min. 2,500 psi EPS board and min. 2-inch GAFGLAS FlexPly 6 M . P ! TA '
; o.c. in two, equally spaced AA
structural concrete thick top coat
staggered center rows.
Re-Roof Only: Min. 300 psi, GAFGLAS #75 Base Sheet, 7-inch o.c. at min. 3-inch side Ruberoid Ruberoid
Existing min. 22 g min. 2-inch thick pre-existent, GAFGLAS #80 Ultima Base Drill-Tec Base Sheet Fastener laps and.7.—inch o .c in two (2) HW 30 EnergyCap
LWC-37. tvpe BgGrad.e 33gst.eel cellular lightweight insulating Sheet or GAFGLAS (1.7 in.) or Drill-Tec Base Sheet o puall spaced st-a. ered ’ Smooth, HW 30 -75.0
ypes, concrete Stratavent Nailable Venting Fastener E (1.7 in.) cznteyro?/vs €8 torch- Granule FR,
Withdrawal: 88 Ibf Base Sheet ’ applied torch-applied
Re-Roof Only: Min. 210 psi, .
Min. 22 ga., type BV, R . v R I .p I Drill-Tec Base Sheet Fastener . . .
Grade 40 steel at max, | M- 27inch thick pre-existent, (1.7 in.), Drill-Tec Base Sheet 7-inch o.c. at min. 4-inch laps SBS-TA, APP
LWC-38. . : cellular lightweight insulating GAFGLAS #75 Base Sheet o R . and 7-inch o.c. in two, equally SBS-TA ’ -75.0
6 ft spans or min. 2,500 Fastener E (1.7 in.) or Drill-Tec TA
) concrete . . spaced, staggered center rows
psi structural concrete R Locking Impact Nail
Withdrawal: 86 Ibf
Re-Roof Only: Min. 210 psi, L ima B. .
Min. 22 ga., type BV, R . Y R l ‘p l GAFGLAS #80 Ultima Base Drill-Tec Base Sheet Fastener . . .
min. 2-inch thick pre-existent, Sheet or GAFGLAS . . 7-inch o.c. at min. 4-inch laps
Grade 40 steel at max. . A ) . ) (1.7 in.), Drill-Tec Base Sheet . ) SBS-TA, APP-
LWC-39. X cellular lightweight insulating Stratavent Nailable Venting X . and 7-inch o.c. in two, equally SBS-TA -82.5
6 ft spans or min. 2,500 . Fastener E (1.7 in.) or Drill-Tec TA
. concrete Base Sheet or Ruberoid 20 . . spaced, staggered center rows
psi structural concrete ) Locking Impact Nail
Withdrawal: 95 Ibf Smooth
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TABLE 4c: LIGHTWEIGHT INSULATING CONCRETE OVER STEEL OR STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALY ATTACHED BASE SHEET, BONDED ROOF COVER
SEe NOTE 16A FOR VAPOR BARRIER OPTIONS

NEmoO | etc.e

System Deck Lightweight Concrete Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) (Note 14) Type Fastener (Note 11) Attachment Base Ply Cap Ply (psf)
Re-Roof Onlv: Min. 300 psi Drill-Tec #12 F_&‘Ste”?r or Dr,i,'"TeC Fasten through LWC to Ruberoid Ruberoid
Existing min. 22 ga min. 2-inch ty};ick .re—exiFs)telnt ztm f;astdngtr w:t:I Dtrlll-TeC ? quctig deckNgngh o.¢. at HW 30 EnergyCap
LWC-40. g min. 22 ga. - emin K pre ; GAFGLAS #75 Base Sheet andarc stee Plate or . min. 3.5-inch side laps and 12- | Smooth, HW 30 825
type B, Grade 33 steel cellular lightweight insulating Drill-Tec #12 DF Fastener or Drill-Tec | h in th 3 Il h G le FR
concrete #14 DF Fastener with Drill-Tec 3" DF | INch 0.c. in three (3), equally torch- ranule FR,
Steel Insulation Plate spaced staggered center rows. | applied torch-applied
Drill-Tec #12 Fastener, Drill-Tec #12
DP Fastener, Drill-Tec #14 Fastner or
Drill-Tec #14 HD Fastener with Drill-
Tec 3” Steel Plate, Drill-Tec 3” Flat ; h h Lwe Ruberoid Ruberoid
Re-Roof Only: Min. 300 psi, GAFGLAS #80 Ultima Base | Steel Plate, Drill-Tec 3" Standard asten through LWC o uoerol uberol
e . - . . K Steel Plate, Drill-Tec AccuTrac Flat structural deck: 6-inch o.c. at HW 30 EnergyCap
Existing min. 22 ga. min. 2-inch thick pre-existent Sheet or GAFGLAS < N o
LWC-41. type B, Grade 33 steel cellular lightweight insulatin Stratavent Nailable Ventin Plate, DN NlPC "oy min. 3.5-inch side aps and 12- | Smooth, HW 30 825
ype B, concreteg & J Base Sheet & | Plate, Drill-Tec 3 in. Ribbed _ inch o.c. in three (3), equally torch- Granule FR,
Galvalume Plate (Flat) or Drill-Tec 3 spaced staggered center rows. | applied torch-applied
Recessed Steel Plate or
Drill-Tec #12 DF Fastener or Drill-Tec
#14 DF Fastener with Drill-Tec 3” DF
Steel Insulation Plate
E h h LW
Min. 22 ga. type B, Min 250 psi pre-existent asten throug ?to
. . . . structural deck: 12-inch o.c. at . SBS-TA
Grade 33 steel; 5-ft cellular LWC with optional min. | Ruberoid HW Granule L . (Optional)
LWcC-42. . . . Note 2 4-inch side laps and 12-inch (polyester, -97.5
spans or min. 2,500 psi 1 pcf EPS board and min. 2- (granules down) . SBS-TA
. ) o.c. in two, equally spaced D6164 only)
structural concrete inch thick top coat
staggered center rows.
Re-Roof Only: Min. 300 psi, Drill-Tec #12 DF Fast Drill-T ::ri:tt::{z:?: ;V\i/tSCLOO c. at szlgld Es:féséip
P . . . . . . rill-lTec astener or Drill-Tec . 07 -C.
LWC-43. tEX'Set';g G”:;’;':;?’g:t'eel g'lmér”l'iczttx';k Etr?n‘:z'lztt‘f:t S:;:;LAS #80UltimaBase | 1)\ cc. tener with Drill-Tec 3" DF | min. 3.5-inch side laps and 6 | Smooth, HW 30 1425
ype B, J e J Steel Insulation Plate inch o.c. in three (3), equally torch- Granule FR,
concrete ) .
spaced staggered center rows. applied torch-applied
Re-Roof Only: Min. 300 psi Drill-Tec #12 Fastener or Drill-Tec Fasten through LWC to Ruberoid Ruberoid
Existing min. 22 ga min. 2-inch ﬂ;ick .re-existe,nt GAFGLAS #80 Ultima Base #14 Fastner with Drill-Tec 3” structural deck: 6-inch o.c. at HW 30 EnergyCap
Lwe-4a. | Bg i 33gst.eel i Et o - Standard Steel Plate, Drill-Tec min. 3.5-inch side laps and 6- | Smooth, HW 30 -150.0
ype s, concreteg g J AccuTrac Flat Plate or Drill-Tec inch o.c. in three (3), equally torch- Granule FR,
AccuTrac Recessed Plate spaced staggered center rows. | applied torch-applied
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TABLE 4p: LIGHTWEIGHT INSULATING CONCRETE OVER STEEL DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE E-1: THERMAL BARRIER TO DECK, VAPOR BARRIER TO THERMAL BARRIER, LWC TO VAPOR BARRIER, NON-INSULATED, MECHANICALLY ATTACHED BASE SHEET, BONDED ROOF

COVER
Thermal Barrier Vapor Base Sheet Roof Cover (Note 15)
System Deck Fasten Barrier Lightweight Concrete MDP
No. (Note 1) Type (Note 2, Attach (Note (Note 14) Base Fasten Spacing Base Ply Cap (psf)
Note 11) 15)
MEARLCRETE (FL13492):
. . 7-inch o.c. at min.
Min. 22 ga. Min. O.5—|nch GAFGLAS #75 Base Sheet, Drill-Tec Base Sheet | 4-inch laps and 7- (Optional)
DensDeck Prime . Lo Tri-Ply #75 Base Sheet, R . . SBS-AA,
type BV, Grade 1 per VB-SBS- | Min. 300 psi, min. 2- A Fastener (1.7 in.)or | inch o.c.intwo (2), BP-AA, SBS-
LWC-45. or SECUROCK Note 2 . . GAFGLAS #80 Ultima Base X SBS-TA or -52.5
33 steel; 6 ft . 1.6 ft2 TA inch thick Mearlcrete Drill-Tec Base Sheet | equally spaced, AA, SBS-TA
spans Gypsum-Fiber Sheet, GAFGLAS Sgffguent Fastener E (1.7 in.) staggered center or APP-TA APP-TA
P Roof Board Nailable Venting Base Sheet T rovfsg
PRE-EXISTENT CELLULAR LIGHTWEIGHT CONCRETE (NOTE 14A):
Min. 0.5-inch Min. 340 psi, min. 2- GAFGLAS #75 Base Sheet, Drill-Tec Base Sheet | 7-inch o.c. at min.
Min. 22 ga. Den:sD.eck Prime inch thick pre- Tri-Ply #75 Base Sheet, Fastener (1.7 in.), 4-inch laps and 7- SBS-AA
LWC-46 type BV, Grade or SECUROCK Note 2 1 per VB-SBS- | existent, cellular GAFGLAS #80 Ultima Base Drill-Tec Base Sheet | inch o.c. in two (2), SBS-AA, SBS-TA, 525
" | 33 steel; 6ft ! 1.6 ft2 TA lightweight insulating | Sheet, GAFGLAS Stratavent Fastener E (1.7 in.) equally spaced SBS-TA ! ’
Gypsum-Fiber . . . . APP-TA
spans Roof Board concrete Nailable Venting Base Sheet, | or Drill-Tec Locking staggered center
Withdrawal: 60 Ibf Ruberoid 20 Smooth Impact Nail rows.
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NEmMO | etc.e

TABLE 4e: LIGHTWEIGHT INSULATING CONCRETE OVER STEEL DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

System Deck Lightweight Concrete Primer Roof Cover (Note 15) MDP
No. (Note 1) (Note 14) Base Ply | Ply Cap Ply (psf)
PRE-EXISTENT CELLULAR LIGHTWEIGHT CONCRETE (NOTE 14A):
Min. 200 psi, min. 2-inch thick pre-existent, cellular lightweight
insulating concrete
Min. 22 ga. type BV, Withdrawal: . . .
LWC-47. ir::se 50 steel; 6 ft Drill-Tec Base Sheet Fastener (1.7): 76 Ibf Matrix 307 Premium Asphalt Primer SBS-CA1 None SBS-CA1 -82.5
Drill-Tec Locking Impact Nail (1.4): 85 Ibf
Drill-Tec Locking Impact Nail (1.8): 92 Ibf

TABLE 4f: LIGHTWEIGHT INSULATING CONCRETE OVER STRUCTURAL CONCRETE DECKS - NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE F: NON-INSULATED, BONDED ROOF COVER

SEE NOTE 16A FOR VAPOR BARRIER OPTIONS

System Deck Lightweight Concrete Primer Roof Cover (Note 15) MDP
No. (Note 1) (Note 14) Base Ply Ply Cap Ply (psf)

CELCORE (FL2037):

LWC-48. | Structural concrete Min. 250-300 psi Celcore Cellular Concrete Matrix 307 Premium Asphalt Primer or ASTM D41 SBS-SA None SBS-TA -52.5

LWC-49. | Structural concrete Min. 250-300 psi Celcore Cellular Concrete TOPCOAT PRECOTE SBS-SA None SBS-TA -100.0

ELASTIZELL (FL4994):

LWC-50. | Structural concrete Min. 250-300 psi Elastizell Lightweight Insulating Concrete Matrix 307 Premium Asphalt Primer or ASTM D41 SBS-SA None SBS-SA -137.5
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TABLE 5A: CEMENTITIOUS WOOD FIBER DECKS - REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof C (t 15)
System Deck L — g b — = MDP
ttach (Notes ttac
No. Notes 1&12, sf
(Notes ) Type 678 Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
CONVENTIONAL SYSTEMS:
Existing . . ) . (Optional) One or more SBS-AA,
CWF-1. | Tectum(re- | Min. 1.5-inch EnergyGuard RA | OB500 Min. 0.5-inch Structodek High Density | (5, BP-AA, SBS-AA BP-AA, SBS-AA, SBS-TA or | SBS-TA or -45.0
Fiberboard Roof Insulation
roof only) APP-TA APP-TA
Existing Min. 0.25-inch DensDeck, DensDeck BP-AA SBS-AA. SBS (Optional) One or more SBS-AA,
CWEF-2. Tectum (re- Min. 1.5-inch EnergyGuard RA 0OB500 Prime or SECUROCK Gypsum-Fiber OB500 TAor /’\PP TA ! BP-AA, SBS-AA, SBS-TAor | SBS-TA or -45.0
roof only) Roof Board APP-TA APP-TA
Z:‘:‘S";z; 0B500, 6-
. Min. 2-inch EnergyGuard Polyiso | inch o.c. to Min. 0.25-inch DensDeck Prime or OB500, 6- (Optional) BP-AA, SBS- SBS-AA,
WE-3. f) Min. . . . BP-AA BS-AA -97.
CWF-3 (ZFﬁr:(c)E '{'ectIZm Insulation or EnergyGuard Ultra back-side of SECUROCK Gypsum-Fiber Roof Board inch o.c. or SBS AA, SBS-TA SBS-TA 975
insulation
| Plank
Z:':‘s";g; 0B500, 6-
. Min. 2-inch EnergyGuard Polyiso | inch o.c. to Min. 0.25-inch DensDeck Prime or OB500, 6- .
WEF-4. f) Min. . X . APP-TA 1) APP-TA APP-TA -105.
¢ (r(?roo ) Min Insulation or EnergyGuard Ultra back-side of SECUROCK Gypsum-Fiber Roof Board inch o.c. (Optional) 050
2-inch Tectum . .
insulation
| Plank
Z)i‘:;lﬁ; 0B500, 6-
CWE-S. (reroof) Min. Min. 2—'|nch EnergyGuard Polyiso | inch o..c. to Mln. 0.25-inch SECUROCK Gypsum- QBSOO, 6- SBS-TA (Optional) SBS-TA SBS-TA 1200
K Insulation or EnergyGuard Ultra back-side of Fiber Roof Board inch o.c.
2-inch Tectum . .
insulation
| Plank
New or 0B500, 6-
existing Min. 2-inch EnergyGuard Polyiso | inch o.c. to 0B500, 6-
CWF-6. | (reroof) Min. - &Y 4 o« Min. 0.25-inch DensDeck Prime ) ' SBS-TA (Optional) SBS-TA SBS-TA -127.5
K Insulation or EnergyGuard Ultra back-side of inch o.c.
2-inch Tectum insulation
| Plank insulatio
SELF-ADHERING BASE PLY:
Existing Min. 0.25-inch DensDeck, DensDeck .
CWF-7. | Tectum(re- | Min.1.5-inch EnergyGuard RA | OBS500 Prime or SECUROCK Gypsum-Fiber 0B500 SBS-SA (Optional) SBS-TA or APP- | SBS-TA or -45.0
TA APP-TA
roof only) Roof Board
(Optional) Additional layer(s), min. 1.5-
New or OB500. 6- inch base insulation and/or min. 0.25-
existing Min. 1-inch thick EnergyGuard inch o ’c to inch DensDeck Prime or SECUROCK SBS-TA
CWEF-8. (reroof) Min. Polyiso Insulation, EnergyGuard L Gypsum-Fiber Roof Board or min. 0.5- 0B500 SBS-SA (Optional) SBS-TA, APP-TA ’ -67.5
- . ) back-side of ) ) APP-TA
2-inch Tectum | Ultra Polyiso Insulation insulati inch EnergyGuard HD Polyiso Cover
| Plank insulation Board or EnergyGuard HD Plus Polyiso
Cover Board
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TABLE 58: CEMENTITIOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

NEmoO | etc.e

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15
System Deck R Attach Attach MDP
No. (Note 1) Type Attach Type (Notes Type (Notes Base Ply Ply Cap Ply (psf)
Note 11 678 678
CONVENTIONAL SYSTEMS:
GAFGLAS #75 Base Sheet, Tri- . . e
Ply #75 Base Sheet, #80 Ultima | Min. 1.8-inch | J.ncho-c.atthe 3- DehsDeciDen R (Optional)
Existing v ! o inch lap and 18-inch (Optional) Min. Prime or SECUROCK P SBS-AA,
Base Sheet, Stratavent Drill-Tec . R Hot . Hot BP-AA, BP-AA, SBS- .
CWEF-9. Tectum (re- . . . o.c. in two, equally 1-inch Gypsum-Fiber Roof SBS-TA, -45.0
Nailable Venting Base Sheet, Locking Impact asphalt . asphalt SBS-AA AA, SBS-TA,
roof only) . . spaced, staggered EnergyGuard Board or min. APP-TA
Ruberoid 20 Smooth, Mop Nail . APP-TA
Smooth center rows 0.4375-inch DEXcell
Cement Roof Board
by i@ﬁﬂiﬁiﬁ S;;OEBIL:a Min. 18-nch | Sincho.c.atthe3- jgpr 025 Inch (Optional)
Existing v ’ o inch lap and 18-inch (Optional) Min. DensDeck, DensDeck P SBS-AA,
Base Sheet, Stratavent Drill-Tec . . Hot i Hot SBS-TA, BP-AA, SBS- .
CWF-10. Tectum (re- . . . o.c. in two, equally 1-inch Prime or SECUROCK SBS-TA, -45.0
roof only) Nailable Venting Base Sheet, Locking Impact cpaced. staggered EneravGuard asphalt Gvpsum-Fiber Roof asphalt APP-TA AA, SBS-TA, APP-TA
v Ruberoid 20 Smooth, Mop Nail p » Stagg 8y yp APP-TA
center rows Board
Smooth
GAFGLAS #75 Base Sheet, Tri- . Min. 0.5-inch
. ) ) 9-inch o.c. at the 3- Structodek High .
e Ply #75 Base Sheet, #80 Ultima | Min. 1.8-inch . . . . - (Optional)
Existing . inch lap and 18-inch (Optional) Min. Density Fiberboard SBS-AA,
Base Sheet, Stratavent Drill-Tec . h Hot K Hot BP-AA, BP-AA, SBS- .
CWEF-11. Tectum (re- . . . o.c. in two, equally 1-inch Roof Insulation or SBS-TA, -45.0
Nailable Venting Base Sheet, Locking Impact asphalt X . asphalt SBS-AA AA, SBS-TA,
roof only) . . spaced, staggered EnergyGuard min. 0.4375-inch APP-TA
Ruberoid 20 Smooth, Mop Nail APP-TA
center rows DEXcell Cement Roof
Smooth
Board
Min. 0.5-inch
Structodek High
GAFGLAS #75 Base Sheet, Tri- Density Fiberboard
. . Ply #75 Base Sheet, #80 Ultima | Min. 1.8-inch 6-inch o.c. at the 3- Min. 1-inch Roof Insulation or .
Min. 2-inch . . ) . R (Optional)
CWE-12 Tectum | Base Sheet, Stratavent Drill-Tec inch lap and 6-inch o.c. | EnergyGuard Hot min. 0.25-inch Hot BP-AA, BP-AA SBS- SBS-AA 60.0
: Plank Nailable Venting Base Sheet, Locking Impact in two, equally spaced, | Polyiso asphalt SECUROCK Gypsum- asphalt SBS-AA AA ’ ’
Ruberoid 20 Smooth, Mop Nail staggered center rows Insulation Fiber Roof Board or
Smooth min. 0.4375-inch
DEXcell Cement Roof
Board
GAFGLAS #75 Base Sheet, Tri-
B i in. 1.8-i -i .C. - in. 1-i . . .
Min. 2-inch Ply #75 Base Sheet, #80 Ultima Ml.n 8-inch 6 inch o.c. at the 3 Min. 1-inch Min. 0.25-inch (Optional) SBS-TA
Base Sheet, Stratavent Drill-Tec inch lap and 6-inch o.c. | EnergyGuard Hot Hot SBS-TA or
CWEF-13. Tectum | . X ) . . SECUROCK Gypsum- SBS-TA or or APP- -60.0
Nailable Venting Base Sheet, Locking Impact in two, equally spaced, | Polyiso asphalt . asphalt APP-TA
Plank . . ; Fiber Roof Board APP-TA TA
Ruberoid 20 Smooth, Mop Nail staggered center rows Insulation
Smooth
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TABLE 5¢c: CEMENTITIOUS WOOD FIBER DECKS — NEW CONSTRUCTION or REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) Type Fastener (Note 11) Attachment Base Ply | Cap Ply (psf)
CONVENTIONAL SYSTEMS:
Existin GAFGLAS Ply 4, GAFGLAS Ply 4 M, Tri-Ply Ply 4 Ply Sheet, (Optional) BP-
CWF-14 Tecturrg1 (re- GAFGLAS FlexPly 6, GAFGLAS FlexPly 6 M, GAFGLAS #80 Drill-Tec LD Fastener and 9-inch o.c. at the 4-inch lap and 12-inch o.c. in AApSBS-AA or SBS-AA or 300
’ Ultima Base Sheet, GAFGLAS Stratavent Nailable Venting Drill-Tec LD Plate two, equally spaced, staggered center rows 4 SBS-TA '
roof only) SBS-TA
Base Sheet
Existing GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, #80 . . . . . . . SBS-AA,
CWEF-15. Tectum (re- Ultima Base Sheet, Stratavent Nailable Venting Base Sheet, LMoIcr]léiilsl-r:C;}c?rl\l”;i-:-ec ?\;zcz ol';'”atsth:czg;nsc:;Iazs:ddclesn-tlzg:otg n BP-AA, SBS-AA SBS-TA or -45.0*
roof only) Ruberoid 20 Smooth, Mop Smooth g imp » equally sp » Stage APP-TA
Existing ) . . . ) (Optional) BP-
cwre, | Tecumie | uberoi 203t S D | Shocutie s mditudoch | e | ST | oo
roof only) » €quatly sp »stage SBS-TA
Existing Drill-Tec LD Fastener and 9-inch o.c. at the 4-inch lap and 12-inch o.c. in (Optional) SBS
CWEF-17. Tectum (re- Ruberoid HW 20 Smooth, Ruberoid HW 25 Smooth ) - P - P SBS-TA -60.0
Drill-Tec LD Plate two, equally spaced, staggered center rows TA
roof only)
Existin GAFGLAS Ply 4, GAFGLAS Ply 4 M, Tri-Ply Ply 4 Ply Sheet, (Optional) BP-
CWE-18 Tectung1 (re GAFGLAS FlexPly 6, GAFGLAS FlexPly 6 M, GAFGLAS #80 Drill-Tec LD Fastener and 7-inch o.c. at the 4-inch lap and 7-inch o.c. in AApSBS AA or SBS-AA or 675
’ Ultima Base Sheet, GAFGLAS Stratavent Nailable Venting Drill-Tec LD Plate two, equally spaced, staggered center rows ¢ SBS-TA '
roof only) ) SBS-TA
Base Sheet or Ruberoid 20 Smooth
Existing Drill-Tec LD Fastener and | 7-inch o.c. at the 4-inch lap and 7-inch o.c. in (Optional) SBS-
CWF-19. | Tectum (re- Ruberoid HW 20 Smooth, Ruberoid HW 25 Smooth ! < P ~ P SBS-TA -67.5
Drill-Tec LD Plate two, equally spaced, staggered center rows TA
roof only)
Min. 2-inch AFGLAS #75 B h Tri-Ply #75 B h
N 2-Inc G . GLAS #75 Base Sheet, Tri y. > Base S. eet, #80 Min. 1.8-inch Drill-Tec 6-inch o.c. at the 4-inch lap and 6-inch o.c. in (Optional) SBS- SBS-AA or
CWE-20. Tectum | Ultima Base Sheet, Stratavent Nailable Venting Base Sheet, Locking Impact Nail two. equally spaced. stagzered center rows AA or SBS-TA SBS-TA -75.0
Plank Ruberoid 20 Smooth, Mop Smooth & mp » equally sp » stagg
HYBRID HOT/COLD-APPLIED SYSTEMS:
Existing GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, GAFGLAS . . . . . .
CWF-21. | Tectum(re- | #80 Ultima Base Sheet, GAFGLAS Stratavent Nailable Min. 1.8-inch Drill- Tec 9-inch o.c. at the 2-inch lap and 9-inch o.c. at BP-AA or SBS-AA | SBS-CAL -45.0%
X Locking Impact Nail two, equally spaced, staggered center rows
roof only) Venting Base Sheet
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NEmoO | etc.e

TABLE 6A: GYPSUM DECKS — REROOF (TEAR-OFF)
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER

Base Insulation Layer Top Insulation Layer Rf Cover (Note 15)
System Deck L — g b — = MDP
ttac ttac
No. Note 1 and Note 12 sf
(Note 1 and Note 12) Type Notes 6.7 8 Type Notes 6.7 8 Base Ply Ply Cap Ply (psf)
CONVENTIONAL SYSTEMS:
One or more layer(s), min. 0.5-inch Min. 0.25-inch DensDeck Prime or SBS-TA (Optional) SBS- | SBS-TA
G-1. Existing gypsum deck EnergyGuard Polyiso Insulation, 0B500 SECUROCK Gypsum-Fiber Roof Board 0OB500 APP-TA TA, APP-TA APP-TA -180.0
EnergyGuard RA or EnergyGuard Ultra
. (Optional) Min. 1-inch EnergyGuard Polyiso Min. 0.25-inch DensDeck Prime or SBS-TA, (Optional) SBS- | SBS-TA,
G-2. | Bristing gypsum deck | | (/- tion, EnergyGuard RA 0B500 SECUROCK Gypsum-Fiber Roof Board oSty APP-TA TA, APP-TA APP-TA 190.0
SELF-ADHERING BASE PLY:
G-3. | Existing gypsum deck | Min. 1-inch EnergyGuard Polyiso Insulation | OB500 fr?sztlg.‘jr? AdditidRgl layerigl of base 0B500 SBS-SA None SBS-SA -87.5
(Optional) One or more layer(s), min. 0.5- R \ . .
. . . Min. 0.25-inch SECUROCK -F 1) SBS- BS-TA,
G-4. | Existing gypsum deck | inch EnergyGuard Polyiso Insulation, 0B500 in. 0.25-inch SECUROCK Gypsum-Fiber | ¢ SBS-SA (Optional) SBS- | SBS -105.0
Roof Board TA, APP-TA APP-TA
EnergyGuard RA or EnergyGuard Ultra
. . . . . (Optional) Additional layer(s) of base (Optional) SBS- | SBS-TA,
G-5. Existing gypsum deck Min. 1-inch EnergyGuard Polyiso Insulation 0OB500 insulation 0OB500 SBS-SA TA, APP-TA APP-TA 147.5
COLD-APPLIED SYSTEMS:
One or more layer(s), min. 0.5-inch . . .
G-6. | Existing gypsum deck EnergyGuard Polyiso Insulation, 0B500 Min. 0.25-inch SECUROCK Gypsum-Fiber | o) SBS-CAL None SBS-CAL | -172.5
Roof Board
EnergyGuard RA or EnergyGuard Ultra
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TABLE 68: GYPSUM DECKS — REROOF (TEAR-OFF)

NEmoO | etc.e

SYSTEM TYPE B-3: MECHANICALLY ATTACHED ANCHOR SHEET, BONDED INSULATION, BONDED ROOF COVER

Anchor Sheet Base Insulation Top Insulation Roof Cover (Note 15)
System Deck Fastener Attach Attach MDP
No. (Note 1) Type Attach Type (Notes Type (Notes Base Ply Ply CapPly | (psf)
(Note 11) 6,78 6,7.8
CONVENTIONAL SYSTEMS:
GAFGLAS #75 Base Sheet, Tri-Ply | . .. | 9-inchoc.atthe3- gﬂé:égfci_rrci:mgi:SDQCk’ (Optional)
Existing #75 Base Sheet, #80 .Ultlma Base Drill-Tec |nch.lap and 18-inch (thlonal) Min. Hot SECUROCK Gypsum-Fiber | Hot BP-AA, SBS- BP-AA, SBS-TA,
G-7. | gypsum Sheet, Stratavent Nailable . o.c. in two, equally 1-inch X SBS-AA, -45.0*
h ) Locking asphalt | Roof Board or min. asphalt | AA APP-TA
deck Venting Base Sheet, Ruberoid 20 . spaced, staggered EnergyGuard . SBS-TA,
Impact Nail 0.4375-inch DEXcell
Smooth, Mop Smooth center rows APP-TA
Cement Roof Board
o GAFGLAS #75 Base Shee.t, Tri-Ply Min. 1.8-inch ?-lnch o.c. at th(:': 3- . . Min. 0.25-inch DensDeck, (Optional)
Existing #75 Base Sheet, #80 Ultima Base . inch lap and 18-inch | (Optional) Min. . BP-AA,
R Drill-Tec . . Hot DensDeck Prime or Hot SBS-TA, SBS-TA, «
G-8. | gypsum Sheet, Stratavent Nailable . o.c. in two, equally 1-inch . SBS-AA, -45.0
. . Locking asphalt | SECUROCK Gypsum-Fiber | asphalt | APP-TA APP-TA
deck Venting Base Sheet, Ruberoid 20 Impact Nail spaced, staggered EnergyGuard Roof Board SBS-TA,
Smooth, Mop Smooth P center rows APP-TA
GAFGLAS #75 Base Sheet, Tri-Ply Min. 1.8-inch 9-inch o.c. at the 3- Min. 0.5-inch Structodek (Optional)
Existing | #75 Base Sheet, #80 Ultima Base L inch lap and 18-inch | (Optional) Min. High Density Fiberboard BP-AA,
. Drill-Tec . h Hot ; A Hot BP-AA, SBS- SBS-TA,
G-9. | gypsum Sheet, Stratavent Nailable Lockin o.c. in two, equally 1-inch asohalt Roof Insulation or min. asohalt | AA SBS-AA, APP-TA -45.0*
deck Venting Base Sheet, Ruberoid 20 Im acthaiI spaced, staggered EnergyGuard P 0.4375-inch DEXcell P SBS-TA,
Smooth, Mop Smooth P center rows Cement Roof Board APP-TA
VENTING SYSTEMS:
Existing Min. 1.8-inch igr::r;clr;s.:égtlt:—?nzch
GAFGLAS Stratavent Nailable Drill-Tec ) Min. 1.5-inch Hot Two plies "
G-10. | gypsum Venting Base Sheet Locking o.¢.in two, equally EnergyGuard RA | asphalt None N/A BP-LL SBS-AA SBS-AA | -45.0
deck ) spaced, staggered
Impact Nail
center rows
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TABLE 6¢: GYPSUM DECKS - REROOF (TEAR-OFF)

SYSTEM TYPE E-2: NON-INSULATED, MECHANICALY ATTACHED BASE SHEET, BONDED ROOF COVER

System Deck Base Sheet Roof Cover (Note 15) MDP
No. (Note 1) Type Fastener (Note 11) | Attachment Base Ply | Cap Ply (psf)
CONVENTIONAL SYSTEMS:
GAFGLAS Ply 4, GAFGLAS Ply 4 M, Tri-Ply Ply 4 Ply Sheet, (Optional) BP-
611 Existing GAFGLAS FlexPly 6, GAFGLAS FlexPly 6 M, GAFGLAS #80 Drill-Tec LD Fastener 9-inch o.c. at the 4-inch lap and 12-inch o.c. in two, AApSBS-AA or SBS-AA or 300
"| gypsum deck Ultima Base Sheet, GAFGLAS Stratavent Nailable Venting and Drill-Tec LD Plate equally spaced, staggered center rows SBé-TA SBS-TA '
Base Sheet
G-12. Existing GAFGLAS Stratavent Nailable Venting Base Sheet Dr|.II—Tec Locking Impact | 9-inch o.c. at min. 2-inch laps and 18-inch o.c. in BP-AA, SBS-AA SBS-AA, SBS- -45.0%
gypsum deck Nail two, equally spaced, staggered center rows TA or APP-TA
G-13. Existing GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet Drill-Tec Base.Sheet 9-inch o.c. at min. 2-inch laps and 18-inch o.c. in SBS-TA SBS-TA -45.0%
gypsum deck Fastener (1.2 in.) two, equally spaced, staggered center rows
- GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, GAFGLAS . . . . . . (Optional) BP-
G-14. EX'S:L”ri deck | #80 Ultima Base Sheet or GAFGLAS Stratavent Nailable FDar's't';e:r?isfiih)eet ?VJECZ °L;Z'|Iatsm;:é§ ':tc: 'aeprsej'l::i:”rg\”v:‘c' " AR, SBS-AA, SBS- ?isof‘:‘lﬁf | -s00*
Eyp Venting Base Sheet B » €quatly sp » Stagg TA or APP-TA
Existin Drill-Tec LD Fastener 9-inch o.c. at the 4-inch lap and 12-inch o.c. in two (Optional) BP- SBS-AA or
G-15. € Ruberoid 20 Smooth ) g P e ! AA, SBS-AA or -60.0
gypsum deck and Drill-Tec LD Plate equally spaced, staggered center rows SBS-TA SBS-TA
G-16. Existing Ruberoid HW 20 Smooth, Ruberoid HW 25 Smooth Dr|II-Tc-?c LD Fastener 9-inch o.c. at the 4-inch lap and 12-inch o.c. in two, (Optional) SBS- SBS-TA -60.0
gypsum deck and Drill-Tec LD Plate equally spaced, staggered center rows TA
- GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, GAFGLAS . . . . . . (Optional) BP-
G-17. EX'S:'”nf deck | #80 Ultima Base Sheet or GAFGLAS Stratavent Nailable E;:t';e:r?isjih)ea ?h'r':;h oo ";'”Aci'énz?a'ap:rae';dcz;\'t”ecrhrzi;'” AR, SBS-AA, SBS- ?iif‘::f; -57.5*
gypsu Venting Base Sheet UG » €qually sp » stage TA or APP-TA
GAFGLAS Ply 4, GAFGLAS Ply 4 M, Tri-Ply Ply 4 Ply Sheet, (Optional) BP
618 Existing GAFGLAS FlexPly 6, GAFGLAS FlexPly 6 M, GAFGLAS #80 Drill-Tec LD Fastener 7-inch o.c. at the 4-inch lap and 7-inch o.c. in two, AApSBS—AA or SBS-AA or 675
"| gypsum deck Ultima Base Sheet, GAFGLAS Stratavent Nailable Venting and Drill-Tec LD Plate equally spaced, staggered center rows SBé—TA SBS-TA '
Base Sheet or Ruberoid 20 Smooth
G-19. Existing Ruberoid HW 20 Smooth, Ruberoid HW 25 Smooth Dr|II—Te.c LD Fastener 7-inch o.c. at the 4-inch lap and 7-inch o.c. in two, (Optional) SBS- SBS-TA 675
gypsum deck and Drill-Tec LD Plate equally spaced, staggered center rows TA
HYBRID HOT/COLD-APPLIED SYSTEMS:
- GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, GAFGLAS X . . . . .
G-20. EX'S:L"ri deck | #80 Ultima Base Sheet, GAFGLAS Stratavent Nailable 3;':|"Tec Locking Impact fm:zcz Olg'llatsm;:;ez";‘;h 'ae‘;sej';‘::ti':nrnz'c' at BP-AA or SBS-AA | SBS-CA1 -45.0*
gyp Venting Base Sheet » equally sp » stage
. GAFGLAS #75 Base Sheet, Tri-Ply #75 Base Sheet, GAFGLAS . . . . . .
E Drill- L .5- .C. . 2- .5- .C.
G-21. | EXstng #80 Ultima Base Sheet, GAFGLAS Stratavent Nailable rill-Tec Locking Impact | 7.5-inch o.c. at min. 2-inch laps and 7.5-inch 0.c. at | g5 15 o sps.an | sBs-CAL 45.0*
gypsum deck K Nail one center rows
Venting Base Sheet

©ONEMO ETC, LLC
Certificate of Authorization #32455

P.E. EVALUATION REPORT: 8™ EDITION (2023) FBC NON-HVHZ & 2018 IBC

Ruberoid® Modified Bitumen Roof Systems; (800) 766-3411

TOP OF APPENDIX

PEER-GAF-007.A.R50 for FL5680-R50 (NON-HVHZ)

Revision 50: 04/09/2026
Appendix 1, Page 83 of 111




NEmoO | etc.e
TABLE 7A: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE INSULATION LAYER ONLY)

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
System Substrate Base Insulation Layer Roof Cover (Note 15) MDP
No. (Note 1 and Note 12) Type | Attach (Notes 6,7,8) Base Ply | Ply | Cap Ply (psf)*
CONVENTIONAL SYSTEMS WITH BASE INSULATION LAYER ONLY
Min. 0.5-inch Structodek High Density Fiberboard (Optional) One or more BP- SBS-AA SBS-TA
R-1. Existing asphaltic roof cover Roof Insulation or min. 0.4375-inch DEXcell Cement Hot asphalt BP-AA, SBS-AA AA, SBS-AA, SBS-TA or APP- ! -165.0
or APP-TA
Roof Board TA
Min. 0.25-inch DensDeck Pri ECUROCK
R-2. Existing granule surface cap sheet in. 0.25-inch DensDeck Prime or SECUROC Hot asphalt SBS-TA, APP-TA | (Optional) SBS-TA, APP-TA | SBS-TA, APP-TA 2400
Gypsum-Fiber Roof Board
New or existing smooth- or granule-surface . . .
Min. 0.25-inch DensDeck P ECUROCK . .
R-3. asphalt BUR or SBS modified bitumen or in. 0.25-inch DensDeck Prime or SECUROC LRF-M Canister SBS-TA, APP-TA | (Optional) SBS-TA, APP-TA | SBS-TA, APP-TA -240.0
o K Gypsum-Fiber Roof Board
granule-surface APP modified bitumen
Existing gravel-surfaced BUR, . . .
R-4. brushed/spudded and vacuumed to remove | Vi 0-25-inch DensDeck Prime or SECUROCK LRF-XF SBS-TA, APP-TA | (Optional) SBS-TA, APP-TA | SBS-TA, APP-TA -110.0
Gypsum-Fiber Roof Board
loose gravel
Existing gravel-surfaced BUR, . . .
R-5. brushed/spudded and vacuumed to remove | " 0-25-inch DensDeck Prime or SECUROCK LRF-XF, 6-inch o.c. | SBS-TA, APP-TA | (Optional) SBS-TA, APP-TA | SBS-TA, APP-TA -157.5
Gypsum-Fiber Roof Board
loose gravel
R-6. Existing asphaltic roof cover Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-XF SBS-TA, APP-TA | (Optional) SBS-TA, APP-TA SBS-TA, APP-TA -180.0
Existing gravel-surfaced BUR, . . .
Min. 0.25-inch DensDeck P ECUROCK
R-7. brushed/spudded and vacuumed to remove in. 0.25-inch DensDeck Prim QAL NG LRF-XF, 4-inch o.c. | SBS-TA, APP-TA | (Optional) SBS-TA, APP-TA | SBS-TA, APP-TA -180.0
Gypsum-Fiber Roof Board
loose gravel
Existing gravel-surfaced BUR,
R-8. brushed/spudded and vacuumed to remove Min. 0.25-inch DensDeck Prime LRF-XF, 4-inch o.c. SBS-TA (Optional) SBS-TA SBS-TA -200.0
loose gravel
Min. 0.25-inch DensD: Pri ECUROCK
R-9. Existing granule surface cap sheet in. 0.25 .|nc Ny W TEECUROC LRF-XF, 6-inch o.c. SBS-TA, APP-TA | (Optional) SBS-TA, APP-TA SBS-TA, APP-TA -240.0
Gypsum-Fiber Roof Board
R-10. Existing asphaltic roof cover Min. 0.25-inch DensDeck Prime LRF-XF SBS-TA (Optional) SBS-TA SBS-TA -245.0
Existing gravel-surfaced BUR, . . . - (Optional) One or more BP-
. 0.5-inch k High D F BS-AA, SBS-TA
R11. | brushed/spudded and vacuumed to remove | Min: 0-5-inch Structodek High Density Fiberboard 0B500 BP-AA, SBS-AA | AA, SBS-AA, SBS-TA or APP- | o0 A SBS -110.0
Roof Insulation or APP-TA
loose gravel TA
Existing gravel-surfaced BUR, . . .
R-12. brushed/spudded and vacuumed to remove | i 0:25-inch DensDeck Prime or SECUROCK 0B500 SBS-TA, APP-TA | (Optional) SBS-TA, APP-TA | SBS-TA, APP-TA -110.0
Gypsum-Fiber Roof Board
loose gravel
. . . I (Optional) One or more BP-
Min. 0.5-inch Structodek High D ty Fiberboard SBS-AA, SBS-TA
R-13. Existing asphaltic roof cover P@-2Ineh Structodek High bensity Hberboar 0B500 BP-AA, SBS-AA | AA, SBS-AA, SBS-TA or APP- g -120.0
Roof Insulation TA or APP-TA
. . . . . (Optional) One or more
R-14. Existing asphaltic roof cover Min. 0.25-inch DensDeck Prime 0OB500 SBS-TA SBS-TA SBS-TA -120.0
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TABLE 7A: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE INSULATION LAYER ONLY)

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
System Substrate Base Insulation Layer Roof Cover (Note 15) MDP
No. (Note 1 and Note 12) Type Attach (Notes 6,7,8) Base Ply Ply Cap Ply (psf)*
Existing gravel-surfaced BUR, . . . T (Optional) One or more BP-
R-15. brushed/spudded and vacuumed to remove Min. 0.5—|nch Structodek High Density Fiberboard 0OB500, 6-inch o.c. BP-AA, SBS-AA AA, SBS-AA, SBS-TA or APP- SBS-AA, SBS-TA -157.5
Roof Insulation or APP-TA
loose gravel TA
Existing gravel-surfaced BUR, . . .
R-16. brushed/spudded and vacuumed to remove | " 0-25-inch DensDeck Prime or SECUROCK OB500, 6-inch 0.c. | SBS-TA, APP-TA | (Optional) SBS-TA, APP-TA | SBS-TA, APP-TA -157.5
Gypsum-Fiber Roof Board
loose gravel
Existing gravel-surfaced BUR, . . . I (Optional) One or more BP-
R17. | brushed/spudded and vacuumed to remove | Min- 0-5-inch Structodek High Density Fiberboard OBS500, 4-inch 0.c. | BP-AA, SBS-AA | AA, SBS-AA, SBS-TA or APP- | S0 A4 SBSTA -165.0
Roof Insulation or APP-TA
loose gravel TA
Existing gravel-surfaced BUR, . . .
Min. 0.25-inch DensDeck P ECUROCK
R-18. brushed/spudded and vacuumed to remove In. 0.25-inch DensDeck Prime or SECUROC OB500, 4-inch o.c. | SBS-TA, APP-TA | (Optional) SBS-TA, APP-TA | SBS-TA, APP-TA -200.0
Gypsum-Fiber Roof Board
loose gravel
Min. 0.25-inch DensDeck Pri ECUROCK
R-19. Existing granule surface cap sheet in. 0.25-inch DensDeck Prime or SECUROC OB500, 6-inch o.c. | SBS-TA, APP-TA | (Optional) SBS-TA, APP-TA | SBS-TA, APP-TA 2400
Gypsum-Fiber Roof Board
SELF-ADHERING BASE PLY WITH BASE INSULATION LAYER ONLY
- . . . (Optional) SBS-SA, SBS-TA, SBS-SA, SBS-TA,
R-20. Existing asphaltic roof cover Min. 1.5-inch EnergyGuard Ultra Hot asphalt SBS-SA APP_TA APP-TA -90.0
i 1) SBS-SA, SBS-TA
R-21. Existing asphaltic roof cover Min. 1.5-inch EnergyGuard RA Hot asphalt SBS-SA (AOP';t_'?:a JSBS-SA, SBS-TA, | s 1A, APP-TA 2175
R-22. Existing smooth-surface BUR Min. 0.5-inch EnergyGuagg PolyisCjgsURgon. LRF-M, M-OSFA SBS-SA (Optional) SBS-TA, APP-TA | SBS-TA, APP-TA -75.0
EnergyGuard Ultra
R-23. Existing smooth surfaced BUR or granule Min. 0.5-inch EnergyGuarq HD Polyiso Cover Board, LRF-M, M-OSFA SBS-SA (Optional) SBS-TA or APP- SBS-TA or APP- 75.0
surface roof cover EnergyGuard HD Plus Polyiso Cover Board TA TA
Existing gravel-surfaced BUR, . . . . .
R-24. brushed/spudded and vacuumed to remove Min. 0.5-inch EnergyGuard Polyiso Insulation, LRE-M SBS-SA (Optional) SBS-TA or APP SBS-TA or APP. 1100
EnergyGuard Ultra TA TA
loose gravel
Existing gravel-surfaced BUR, R . . . .
R-25. brushed/spudded and vacuumed to remove Min. 0.5-inch EnergyGuard Polyiso Insulation, LRF-M, 6-inch o.c. SBS-SA (Optional) SBS-TA or APP SBS-TA or APP. 1575
EnergyGuard Ultra TA TA
loose gravel
Existing gravel-surfaced BUR, . . . . .
R-26. brushed/spudded and vacuumed to remove Min. 0.5-inch EnergyGuard Polyiso Insulation, LRF-M, 4-inch o.c. SBS-SA (Optional) SBS-TA or APP SBS-TA or APP. 200.0
EnergyGuard Ultra TA TA
loose gravel
Existing granule-surface BUR or modified . . . .
R-27. bitumen or smooth-surface SBS modified Min. 0.5-inch EnergyGuard Polyiso Insulation, LRF-M, M-OSFA SBS-SA (Optional) SBS-TA, APP-TA | SBS-TA, APP-TA -225.0
. EnergyGuard Ultra
bitumen
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE INSULATION LAYER ONLY)

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
System Substrate Base Insulation Layer Roof Cover (Note 15) MDP
No. (Note 1 and Note 12) Type Attach (Notes 6,7,8) Base Ply Ply Cap Ply (psf)*
New or existing smooth- or granule-surface .
I . . ) : ) SBS-TA or APP- | SBS-TA or APP-
R-28. asphalt BUR or SBS modified bitumen or Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-M Canister SBS-SA (T(?Aptlona ) or TA or -137.5
granule-surface APP modified bitumen
New or existing smooth- or granule-surface .
R-29. asphalt BUR or SBS modified bitumen or Min. 1.5-inch EnergyGuard RA LRF-M Canister SBS-SA (Ac;‘;t'?:al) SBS-SA, SBSTA, | sgs7a, APP-TA 217.5
granule-surface APP modified bitumen
New or existing smooth- or granule-surface .
e . . . . . Optional) SBS-TA or APP- | SBS-TA or APP-
R-30. asphalt BUR or SBS modified bitumen or Min. 1.5-inch EnergyGuard Polyiso Insulation LRF-M Canister SBS-SA '(I'Ap fonal) or TA or -2325
granule-surface APP modified bitumen
New or existing smooth- or granule-surface Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board .
I . . X ‘ . . 1) SBS-TA or APP- BS-TA or APP-
R-31. asphalt BUR or SBS modified bitumen or primed with Matrix 307 Premium Asphalt Primer or LRF-M Canister SBS-SA (T(?Apt|ona ) SBS-TA or ?AS or -285.0
granule-surface APP modified bitumen ASTM D41 primer
Existing gravel-surfaced BUR, .
R-32. brushed/spudded and vacuumed to remove | Min. 1.5-inch EnergyGuard RA LRF-XF SBS-SA (Ac;‘;t'?:al) SBS-SA, SBSTA, | sgs7a, APP-TA -110.0
loose gravel
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard Polyiso Insulation, .
Optional) SBS-TA or APP- | SBS-TA or APP-
R-33. brushed/spudded and vacuumed to remove EnergyGuard Ultra or Min. 0.25-inch SECUROCK LRF-XF SBS-SA g_Ap ional) or TA or -110.0
loose gravel Gypsum-Fiber Roof Board
R-34. Existing asphaltic roof cover Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | LRF-XF SBS-SA (T?\pt'onal) SBS-TA or APP- ?is'TA or APP- 1200
Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board .
R-35. Existing asphaltic roof cover primed with Matrix 307 Premium Asphalt Primer or LRF-XF SBS-SA (Optional) SBS-TA or APP- SBS-TA or APP- -120.0
. TA TA
ASTM D41 primer
Existing gravel-surfaced BUR, .
1) SBS-TA or APP- BS-TA or APP-
R-36. brushed/spudded and vacuumed to remove Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-XF, 6-inch o.c. SBS-SA -(riptlona ) SBS-TA or _?_As or -137.5
loose gravel
Existing gravel-surfaced BUR, .
R-37. brushed/spudded and vacuumed to remove Min. 1.5-inch EnergyGuard RA LRF-XF, 6-inch o.c. SBS-SA (A%‘;tl;_):al) SBS-SA, SBS-TA, SBS-TA, APP-TA -157.5
loose gravel
Existing gravel-surfaced BUR, . . . . . .
Min. 0.25-inch DensDeck primed with Matrix 307 . (Optional) SBS-TA or APP- SBS-TA or APP-
-38. K . . LRF-XF, 6- .C. BS- -157.
R-38 brushed/spudded and vacuumed to remove Premium Asphalt Primer or ASTM D41 primer RF-XF, 6-inch o.c SBS-SA TA TA 57.5
loose gravel
. Min. 1.5-inch EnergyGuard Polyiso Insulation,
Existing gravel-surfaced BUR, . . .
EnergyGuard Ultra or Min. 0.25-inch SECUROCK . (Optional) SBS-TA or APP- SBS-TA or APP-
-39. brushed dded and dt ) A . ) LRF-XF, 6- .C. BS- -157.
R-39 Ic:;:eer:\izlu ed and vacagmedig remove Gypsum-Fiber Roof Board primed with Matrix 307 RF-XF, 6-inch o.c SBS-SA TA TA >75
g Premium Asphalt Primer or ASTM D41 primer
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE INSULATION LAYER ONLY)
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AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
System Substrate Base Insulation Layer Roof Cover (Note 15) MDP
No. (Note 1 and Note 12) Type Attach (Notes 6,7,8) Base Ply Ply Cap Ply (psf)*
i Min. 1.5-inch EnergyGuard Polyiso Insulation,
Existing gravel-surfaced BUR, . . .
EnergyGuard Ultra or Min. 0.25-inch SECUROCK . (Optional) SBS-TA or APP- SBS-TA or APP-
R-40. It;rgjss:ef:\slzrdded and vacuumed to remove Gypsum-Fiber Roof Board primed with Matrix 307 LRF-XF, 4-inch o.c. SBS-SA TA TA -180.0
& Premium Asphalt Primer or ASTM D41 primer
Existing gravel-surfaced BUR, .
R-41. brushed/spudded and vacuumed to remove Min. 1.5-inch EnergyGuard RA LRF-XF, 4-inch o.c. SBS-SA (A%F;t_?:al) SBS-5A, SBS-TA, SBS-TA, APP-TA -200.0
loose gravel
R-42. Existing asphaltic roof cover Min. 1.5-inch EnergyGuard RA LRF-XF SBS-SA (A%F;t_f:a') SBS-SA,SBS-TA, | sgs.Ta, APP-TA 2175
R-43. EX|st!rTg sm.ooth- or granule-surface BUR or Min. 0.5-inch EnergyGuard Polyiso Insulation, LRE-XE SBS-SA (Optional) SBS-TA, APP-TA SBS-TA, APP-TA 2250
modified bitumen EnergyGuard Ultra
Existing smooth surfaced BUR / APP . . . .
R4, modified bitumen or granule surface roof Min. 0.5-inch EnergyGuarq HD Polyiso Cover Board, 0B500 SBS-SA (Optional) SBS-TA or APP SBS-TA or APP. 975
EnergyGuard HD Plus Polyiso Cover Board TA TA
cover over structural concrete deck
Existing asphaltic roof cover or gravel- . . . -
R-45. | surfaced BUR, brushed/spudded and Min 0.5-inch Structodek High Densigg FiberboalQ 0BS00, 6-inch o.c. | SBS-SA (Optional) SBS-SA $BS-SA -110.0
Roof Insulation
vacuumed to remove loose gravel
Existing gravel-surfaced BUR,
R-46. brushed/spudded and vacuumed to remove Min. 1.5-inch EnergyGuard RA 0OB500 SBS-SA (Optional) SBS-SA SBS-SA -110.0
loose gravel
Existing gravel-surfaced BUR, . . . . > .
Min. 0.25-inch DensDeck primed with Matrix 307 (Optional) SBS-TA or APP- SBS-TA or APP-
R-47. brushed/spudded and vacuumed to remove Premium Asphalt Primer or ASTM D41 primer 0OB500 SBS-SA TA TA 110.0
loose gravel
Existing gravel-surfaced BUR, Min. 0.5-inch EnergyGuard Polyiso Insulation, .
R-48. brushed/spudded and vacuumed to remove EnergyGuard Ultra or Min. 0.25-inch SECUROCK 0OB500 SBS-SA -(riptmnal) SBS-TA or APP _?_is TA or APP -110.0
loose gravel Gypsum-Fiber Roof Board
R-49. Existing asphaltic roof cover Min. 1.5-inch EnergyGuard RA 0OB500 SBS-SA (Optional) SBS-SA SBS-SA -120.0
Min. 0.25-inch DensDeck, optionally primed with .
R-50. | Existing asphaltic roof cover Matrix 307 Premium Asphalt Primer or ASTM D41 0B500 SBS-SA (Tipm”a') SBS-TA or APP ?is TA or APP -120.0
primer
i BS- - BS- -
R-51. | Existing asphaltic roof cover Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | OB500 SBS-SA (Tipt'ona') SBS-TA or APP i AS TA or APP -120.0
Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board .
R-52. Existing asphaltic roof cover primed with Matrix 307 Premium Asphalt Primer or 0OB500 SBS-SA _(r?-\ptlonal) SBS-TA or APP _?_25 TAor APP -120.0
ASTM D41 primer
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE INSULATION LAYER ONLY)

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
System Substrate Base Insulation Layer Roof Cover (Note 15) MDP
No. (Note 1 and Note 12) Type Attach (Notes 6,7,8) Base Ply Ply Cap Ply (psf)*
Existing gravel-surfaced BUR,
R-53. brushed/spudded and vacuumed to remove Min. 1.5-inch EnergyGuard RA 0OB500, 6-inch o.c. SBS-SA (Optional) SBS-SA SBS-SA -120.0
loose gravel
Existing gravel-surfaced BUR, .
R-54. brushed/spudded and vacuumed to remove Min. 0.25-inch DensDeck 0B500, 6-inch o.c. SBS-SA .(rC/)\ptlonaI) SBS-TA or APP _?_is TA or APP -122.5
loose gravel
Existing gravel-surfaced BUR, .
Optional) SBS-TA or APP- SBS-TA or APP-
R-55. brushed/spudded and vacuumed to remove | Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board | OB500, 6-inch o.c. | SBS-SA (T Ap fonal) or A or -137.5
loose gravel
Existing gravel-surfaced BUR, . . . . . .
R-56. brushed/spudded and vacuumed to remove Min. (?.25 inch DensPeck primed with Maftnx 307 0B500, 6-inch o.c. SBS-SA (Optional) SBS-TA or APP SBS-TA or APP. 1575
Premium Asphalt Primer or ASTM D41 primer TA TA
loose gravel
L Min. 0.5-inch EnergyGuard Polyiso Insulation,
Existing gravel-surfaced BUR, . . .
EnergyGuard Ultra or Min. 0.25-inch SECUROCK . (Optional) SBS-TA or APP- SBS-TA or APP-
R-57. :Zr;::ef;\slzludded and vacuumed to remove Gypsum-Fiber Roof Board primed with Matrix 307 0B500, 6-inch o.c. SBS-SA TA TA -157.5
g Premium Asphalt Primer or ASTM D41 primer
Existing gravel-surfaced BUR, . . . . . .
Min. 0.25-inch DensDeck primed with Matrix 307 . (Optional) SBS-TA or APP- SBS-TA or APP-
R-58. brushed dded and dt ) . . B500, 4-inch o.c. BS-SA -167.
58 rushed/spudded and vacuumed to remove Premium Asphalt Primer or ASTM D41 primer 0B500, 4-inch o.c SBS-S TA TA 67.5
loose gravel
- Min. 1.5-inch EnergyGuard Polyiso Insulation,
Existing gravel-surfaced BUR, ) ) .
EnergyGuard Ultra or Min. 0.25-inch SECUROCK . (Optional) SBS-TA or APP- SBS-TA or APP-
-59. h A A . ! - .C. - -200.
R-59 :c:)r:sse ef:\slzludded and vacuumed to remove Gypsum-Fiber Roof Board primed with Matrix 307 0B500, 4-inch o.c SBS-SA TA A 200.0
g Premium Asphalt Primer or ASTM D41 primer
R-60. EX|st!rTg sm.ooth- or granule-surface BUR or Min. 0.5-inch EnergyGuard Polyiso Insulation, 0B500 SBS-SA (Optional) SBS-TA, APP-TA SBS-TA, APP-TA 2250
modified bitumen EnergyGuard Ultra
VENTING SYSTEMS WITH BASE INSULATION LAYER ONLY
i | BP-
R-61. Existing asphaltic roof cover Min. 1.5-inch EnergyGuard RA Hot asphalt BP-LL (AOAptslc;r;?A)AOne ormore SBS-AA -150.0
R-62. | Existing asphaltic roof cover Min. 1.5-inch EnergyGuard RA Hot asphalt BP-LL gze or more BP-AA, SBS- ?f\s'TA or APP- -150.0
Existing smooth- or granule-surface BUR, . K . . .
R-63. granule-surface modified bitumen or Min. 0.5-inch EnergyGuard Polyiso Insulation, Hot asphalt BP-LL (Optional) One or more BP- SBS-AA -150.0
o . EnergyGuard Ultra AA, SBS-AA
smooth-surface SBS modified bitumen
Optional) O BP-
R64. | Existing asphaltic roof cover Min. 1.5-inch EnergyGuard Ultra Hot asphalt BP-LL g " S'g':A)A neormore SBS-AA 1725
BP-AA, SBS- BS- -
R-65. Existing asphaltic roof cover Min. 1.5-inch EnergyGuard Ultra Hot asphalt BP-LL gze or more BP-AA, SBS _?_AS TAor APP -172.5
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE INSULATION LAYER ONLY)

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deype (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
System Substrate Base Insulation Layer Roof Cover (Note 15) MDP
No. (Note 1 and Note 12) Type Attach (Notes 6,7,8) Base Ply Ply Cap Ply (psf)*
. Min. 0.5-inch EnergyGuard Polyiso Insulation, (Optional) One or more BP-
R-66. Existing smooth-surface BUR EnergyGuard Ultra LRF-M, M-OSFA BP-LL AA, SBS-AA SBS-AA -75.0
Existing gravel-surfaced BUR, . . . . .
Min. 1.5-inch E Guard Pol | lat Opt I)Oo BP-
R-67. | brushed/spudded and vacuumed to remove N Z->7inch Energybuard Folyiso Insuiation, LRF-M BP-LL (Optional) One or more SBS-AA -110.0
EnergyGuard Ultra AA, SBS-AA
loose gravel
Existing gravel-surfaced BUR, . . ) . .
R-68. brushed/spudded and vacuumed to remove Min. 1.5-inch EnergyGuard Polyiso Insulation, LRF-M, 6-inch o.c. BP-LL (Optional) One or more BP SBS-AA -157.5
EnergyGuard Ultra AA, SBS-AA
loose gravel
Existing gravel-surfaced BUR, . . . . .
Min. 1.5-inch E Pol | | | BP-
R-69. | brushed/spudded and vacuumed to remove in. 1.5-inch EnergyGuard Polyiso Insulation, LRF-M, 4-incho.c. | BP-LL (Optional) One or more SBS-AA -200.0
EnergyGuard Ultra AA, SBS-AA
loose gravel
Existing granule-surface BUR or modified . . ) . -
R-70. bitumen or smooth-surface SBS modified Min. 0.5-inch EnergyGuard Polyiso Insulation, LRF-M, M-OSFA BP-LL (Optional) One or more BP- | (oo 1 o 22250
X EnergyGuard Ultra AA, SBS-AA
bitumen
New or existing smooth- or granule-surface (Optional) One or more BP-
R-71. asphalt BUR or SBS modified bitumen or Min. 1.5-inch EnergyGuard Polyiso Insulation LRF-M Canister BP-LL AApSBS—AA SBS-AA -225.0
granule-surface APP modified bitumen !
Existing gravel-surfaced BUR, . . . . .
R-72. brushed/spudded and vacuumed to remove Min. 1.5-inch EnergyGuagPPolieo IRgglatTong LRF-XF BP-LL (Optional) One or more BP SBS-AA -110.0
EnergyGuard Ultra AA, SBS-AA
loose gravel
Existing gravel-surfaced BUR, . . . . .
R-73. brushed/spudded and vacuumed to remove Min. 1.5-inch RgaeeyGURgd PRYgso Inggjlation, LRF-XF, 6-inch o.c. BP-LL (Optional) One or more BP SBS-AA -157.5
EnergyGuard Ultra AA, SBS-AA
loose gravel
Existing gravel-surfaced BUR, . X . . .
R-74. brushed/spudded and vacuumed to remove Min. 1.5-inch EnergyGuard Polyiso Insulation, LRF-XF, 4-inch o.c. BP-LL (Optional) One or more BP SBS-AA -200.0
EnergyGuard Ultra AA, SBS-AA
loose gravel
Existing smooth- or granule-surface BUR or Min. 0.5-inch EnergyGuard Polyiso Insulation, (Optional) One or more BP-
R-75. " . LRF-XF BP-LL BS-AA -225.
> modified bitumen EnergyGuard Ultra AA, SBS-AA SBS >0
Existing gravel-surfaced BUR, R . . . .
Min. 1.5-inch E Guard Pol | lat Opti I)O BP-
R-76. | brushed/spudded and vacuumed to remove - TP ENeraylsuard Folyiso Insuiation, 0B500 BP-LL (Optional) One or more SBS-AA -110.0
EnergyGuard Ultra AA, SBS-AA
loose gravel
Existing gravel-surfaced BUR, . . . . .
.1.5- E X BP-
R-77. brushed/spudded and vacuumed to remove Min. 1.5-inch EnergyGuard Polyiso Insulation, 0B500, 6-inch o.c. BP-LL (Optional) One or more BP SBS-AA -157.5
loose gravel EnergyGuard Ultra AA, SBS-AA
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NEmoO | etc.e
TABLE 7A: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE INSULATION LAYER ONLY)
AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the

substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

System Substrate Base Insulation Layer Roof Cover (Note 15) MDP
No. (Note 1 and Note 12) Type Attach (Notes 6,7,8) Base Ply Ply Cap Ply (psf)*
Existing gravel-surfaced BUR, . . . . .
R-78. brushed/spudded and vacuumed to remove Min. 1.5-inch EnergyGuard Polyiso Insulation, 0OB500, 4-inch o.c. BP-LL (Optional) One or more BP SBS-AA -200.0
EnergyGuard Ultra AA, SBS-AA
loose gravel
Existing smooth- or granule-surface BUR or Min. 0.5-inch EnergyGuard Polyiso Insulation, (Optional) One or more BP-
R-79. modified bitumen EnergyGuard Ultra 08500 BP-1§ AA, SBS-AA SBS-AA 225.0
CoLD-APPLIED SYSTEMS WITH BASE INSULATION LAYER ONLY
R-0. Existing granule-surfaced cap sheet or Min. 0.25—.|nch DensDeck Prime or SECUROCK Hot asphalt SBS-CA1 None SBS-CA1 1275
asphalt BUR Gypsum-Fiber Roof Board
R-81. Existing granule-surfaced cap sheet Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board Hot asphalt SBS-CA1 None SBS-CA1 -172.5
Existing smooth surfaced BUR or granule Min. 0.5-inch EnergyGuard HD Polyiso Cover Board, SBS-CA or SBS- SBS-CA or SBS-
R-82. LRF-M, M-OSFA N -75.
8 surface roof cover EnergyGuard HD Plus Polyiso Cover Board »M-0S CAl one CAl >0
New or existing smooth- or granule-surface . . )
e . Min. 0.5-inch EnergyGuard HD Polyiso Cover Board R SBS-CA or SBS- SBS-CA or SBS-
R-83. halt BUR or SBS dified bit LRF-M N -97.
83 aspha or moditied bitumen or or EnergyGuard HD Plus Polyiso Cover Board fanister CAl one CAl 975

granule-surface APP modified bitumen

New or existing smooth- or granule-surface
R-84. asphalt BUR or SBS modified bitumen or Min. 0.25-inch DensDeck Prime LRF-M Canister SBS-CA1 None SBS-CA1 -127.5
granule-surface APP modified bitumen

New or existing smooth- or granule-surface
R-85. asphalt BUR or SBS modified bitumen or Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-M Canister SBS-CA1 None SBS-CA1 -172.5
granule-surface APP modified bitumen
Existing gravel-surfaced BUR, Min. 0.25-inch DensDeck Prime or SECUROCK

R-86. brushed/spudded and vacuumed to remove . LRF-XF SBS-CA1 None SBS-CA1 -110.0
Gypsum-Fiber Roof Board

loose gravel
R-87. Existing asphalt BUR Min. 0 ZgPch DensSgk FITRIgor SECUROCK LRF-XF SBS-CAL None SBS-CAL -120.0
Gypsum-Fiber Roof Board
R-88. Existing granule-surfaced cap sheet Min. 0.25-inch DensDeck Prime LRF-XF SBS-CA1 None SBS-CA1 -127.5
Existing gravel-surfaced BUR,
R-89. brushed/spudded and vacuumed to remove Min. 0.25-inch DensDeck Prime LRF-XF, 6-inch o.c. SBS-CA1 None SBS-CA1 -127.5
loose gravel
Existing gravel-surfaced BUR,
R-90. brushed/spudded and vacuumed to remove Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-XF, 6-inch o.c. SBS-CA1 None SBS-CA1 -157.5
loose gravel
R-91. Existing granule-surfaced cap sheet Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-XF SBS-CA1 None SBS-CA1 -172.5
Existing gravel-surfaced BUR,
R-92. brushed/spudded and vacuumed to remove Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-XF, 4-inch o.c. SBS-CA1 None SBS-CA1 -172.5
loose gravel
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TABLE 7a: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE INSULATION LAYER ONLY)

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
System Substrate Base Insulation Layer Roof Cover (Note 15) MDP
No. (Note 1 and Note 12) Type Attach (Notes 6,7,8) Base Ply Ply Cap Ply (psf)*
Existing smooth APP, granule-surfaced cap
R-93. sheet, asphaltic BUR or gravel-surfaced BUR, |\ 1 ¢ i o) EnergyGuard RA 0B500 SBS-CA1 None SBS-CA1 -60.0
brushed/spudded and vacuumed to remove
loose gravel
Existing smooth surfaced BUR / APP
modified bitumen, granule surface roof . . .
! Min. 0.5-inch E HD Pol B BS-CA BS- BS-CA BS-
R-94. cover or gravel-surfaced BUR, EnIZr 0 CsiL::\:d nglglg:fﬁjlrc:so Co\?ezlsBZg:;\ler oard, 0OB500 ?:Asl Cr-Bs None ?:Asl CAorSBS -97.5
brushed/spudded and vacuumed to remove &Y Y
loose gravel over structural concrete deck
Existing gravel-surfaced BUR, . . -
Min. 0.25-inch DensDeck P ECUROCK
R-95. brushed/spudded and vacuumed to remove in. 0.25 .|nc ensDeck Prime or SECUROC 0OB500 SBS-CA1 None SBS-CA1 -110.0
Gypsum-Fiber Roof Board
loose gravel
R96. | Existing asphalt BUR Min. 0.25-inch DensDeck Prime ar SECURCEK 0B500 SBS-CAL None SBS-CAL -120.0
Gypsum-Fiber Roof Board
R-97. ;’:'::t”g smooth APP or granule-surfaced cap |\ i g 55_inch DensDeck Prime 0B500 SBS-CAL None $BS-CA1 1275
Existing gravel-surfaced BUR,
R-98. brushed/spudded and vacuumed to remove Min. 0.25-inch DensDeck Prime 0B500, 6-inch o.c. SBS-CA1 None SBS-CA1 -127.5
loose gravel
Existing gravel-surfaced BUR,
R-99. brushed/spudded and vacuumed to remove Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board 0OB500, 6-inch o.c. SBS-CA1 None SBS-CA1 -157.5
loose gravel
R-100. Existing smooth APP Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board 0OB500 SBS-CA1 None SBS-CA1 -165.0
R-101. Existing granule-surfaced cap sheet Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board 0OB500 SBS-CA1 None SBS-CA1 -172.5
Existing gravel-surfaced BUR,
R-102. brushed/spudded and vacuumed to remove Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board 0OB500, 4-inch o.c. SBS-CA1 None SBS-CA1 -172.5
loose gravel
HYBRID HOT/COLD-APPLIED SYSTEMS WITH BASE INSULATION LAYER ONLY
Min. 0.25-inch DensDeck Prime or SECUROCK
Existi - BP- BS-
R-103. isting granule-surfaced cap sheet or Gypsum-Fiber Roof Board or min. 0.4375-inch Hot asphalt P-AA or SBS (Optional) BP-AA or SBS-AA | SBS-CA1 -127.5
asphalt BUR AA
DEXcell Cement Roof Board
. . . . BP-AA or SBS- .
R-104. Existing granule-surfaced cap sheet Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board Hot asphalt AA (Optional) BP-AA or SBS-AA | SBS-CA1 -172.5
New or existing smooth- or granule-surface BP-AA or SBS-
R-105. asphalt BUR or SBS modified bitumen or Min. 0.25-inch DensDeck Prime LRF-M Canister AA (Optional) BP-AA or SBS-AA | SBS-CA1 -127.5
granule-surface APP modified bitumen
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NEmoO | etc.e
TABLE 7A: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE INSULATION LAYER ONLY)

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
System Substrate Base Insulation Layer Roof Cover (Note 15) MDP
No. (Note 1 and Note 12) Type Attach (Notes 6,7,8) Base Ply Ply Cap Ply (psf)*
New or existing smooth- or granule-surface BP-AA or SBS-
R-106. asphalt BUR or SBS modified bitumen or Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-M Canister AA (Optional) BP-AA or SBS-AA | SBS-CA1 -172.5
granule-surface APP modified bitumen
Existing gravel-surfaced BUR, ) . .
R-107. brushed/spudded and vacuumed to remove Min. 0.25 .|nch DensDeck Prime or SECUROCK LRF-XF BP-AR o7 553 (Optional) BP-AA or SBS-AA | SBS-CA1 -110.0
Gypsum-Fiber Roof Board AA
loose gravel
s Min. 0.25-inch DensDeck Prime or SECUROCK BP-AA or SBS- .
R-108. Existing asphalt BUR Gypsum-Fiber Roof Board LRF-XF AA (Optional) BP-AA or SBS-AA | SBS-CA1 -120.0
- . . . BP-AA or SBS- .
R-109. Existing granule-surfaced cap sheet Min. 0.25-inch DensDeck Prime LRF-XF AA (Optional) BP-AA or SBS-AA | SBS-CA1 -127.5
Existing gravel-surfaced BUR, BP-AA or SBS-
R-110. brushed/spudded and vacuumed to remove Min. 0.25-inch DensDeck Prime LRF-XF, 6-inch o.c. AA (Optional) BP-AA or SBS-AA | SBS-CA1 -127.5
loose gravel
Existing gravel-surfaced BUR, BP-AA or SBS-
R-111. brushed/spudded and vacuumed to remove Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-XF, 6-inch o.c. AA (Optional) BP-AA or SBS-AA | SBS-CA1 -157.5
loose gravel
- . . . BP-AA or SBS- .
R-112. Existing granule-surfaced cap sheet Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-XF AA (Optional) BP-AA or SBS-AA | SBS-CA1 -172.5
Existing gravel-surfaced BUR, BP-AA or SBS-
R-113. brushed/spudded and vacuumed to remove Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board LRF-XF, 4-inch o.c. AA (Optional) BP-AA or SBS-AA | SBS-CA1 -172.5
loose gravel
Existing gravel-surfaced BUR, . . .
R-114. brushed/spudded and vacuumed to remove Min. 0.25 .|nch R gl ROk OB500 BP-AA or SBS (Optional) BP-AA or SBS-AA | SBS-CA1 -110.0
Gypsum-Fiber Roof Board AA
loose gravel
- Min. 0.25-inch DensDeck Prime or SECUROCK BP-AA or SBS- .
R-115. Existing asphalt BUR Gypsum-Fiber Roof Board 0OB500 AA (Optional) BP-AA or SBS-AA | SBS-CA1 -120.0
R-116. f;:‘:t"g smooth APP or granule-surfaced cap | . 4 55 inch pensDeck Prime OB500 iPA'AA OrSBS- 1 (Optional) BP-AA or SBS-AA | SBS-CA1 127.5
Existing gravel-surfaced BUR, BP-AA or SBS-
R-117. brushed/spudded and vacuumed to remove Min. 0.25-inch DensDeck Prime 0OB500, 6-inch o.c. AA (Optional) BP-AA or SBS-AA | SBS-CA1 -127.5
loose gravel
Existing gravel-surfaced BUR, BP-AA or SBS-
R-118. brushed/spudded and vacuumed to remove Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board 0OB500, 6-inch o.c. AA (Optional) BP-AA or SBS-AA | SBS-CA1 -157.5
loose gravel
. ) ) ) BP-AA or SBS- )
R-119. Existing smooth APP Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board 0OB500 AA (Optional) BP-AA or SBS-AA | SBS-CA1 -165.0
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TABLE 7a: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE INSULATION LAYER ONLY)

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of tetype (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
System Substrate Base Insulation Layer Roof Cover (Note 15) MDP
No. (Note 1 and Note 12) Type Attach (Notes 6,7,8) Base Ply Ply Cap Ply (psf)*
R-120. Existing granule-surfaced cap sheet Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board 0OB500 iZ-AA T (Optional) BP-AA or SBS-AA | SBS-CA1 -172.5
Existing gravel-surfaced BUR, BP-AA or SBS-
R-121. brushed/spudded and vacuumed to remove Min. 0.25-inch SECUROCK Gypsum-Fiber Roof Board 0B500, 4-inch o.c. AA (Optional) BP-AA or SBS-AA | SBS-CA1 -172.5
loose gravel
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TABLE 78: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP LAYER INSULATION)

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer Roof Cover (Note 15
Sys Substrate b R £ i o (Note 15) MDP
No. Note 1 and Note 12 ac ac (psf)A
° (Note 1 and Note 12) U (Notes 6,7,8) U2 (Notes 6,7,8) Raselly B SDHY =
CONVENTIONAL SYSTEMS (BASE AND TOP LAYER INSULATION):
Min. 0.25-inch DensDeck, DensDeck
- . . . Prime or SECUROCK Gypsum-Fiber Roof . SBS-AA or
R-122. | Existing asphaltic roof cover Min. 1.5-inch EnergyGuard RA Hot asphalt Board or min. 0.4375-inch DEXcell Hot asphalt | BP-AA (Optional) BP-AA SBS-TA 1125
Cement Roof Board
s . . . Min. 0.25-inch DensDeck Prime or SBS-TA, (Optional) SBS-TA, SBS-TA,
R-123. | Existing asphaltic roof cover Min. 1.5-inch EnergyGuard RA Hot asphalt SECUROCK Gypsum-Fiber Roof Board Hot asphalt APP-TA APP-TA APP-TA -127.5
Min. 0.5-inch Structodek High Density
Existing smooth- or granule- Min. 0.5-inch EnerevGuard Fiberboard Roof Insulation or min. 0.25-
S surface BUR, granule-surface Pol .iso. Insulation i\;er Guard Hot asphalt inch DensDeck, DensDeck Prime, Hot asphalt BP-AA, SBS- | (Optional) BP-AA, SBS-AA -150.0
" | modified bitumen or smooth- UItZa ! &Y P SECUROCK Gypsum Fiber Roof Board or P AA SBS-AA ’
surface SBS modified bitumen min. 0.4375-inch DEXcell Cement Roof
Board
- . . Min. 0.25-inch DensDeck Prime or SBS-TA, (Optional) SBS-TA, SBS-TA,
R-125. | Existing granule surface cap sheet Min. 1.5-inch EnergyGuard RA Hot asphalt SECUROCK Gypsum-Fiber Roof Board Hot asphalt APP-TA APP-TA APP-TA 172.5
: : : : ’ (Optional) BP-AA, SBS-AA,
R-126. | Existing asphaltic roof cover ('\)/:'Enlrs 'gfjgf dn'fjrlff”ard RA" | Hot asphalt a/ng g'j:’r(;”m SECUROCK Gypsum-Fiber | ohalt SQSA:A“ SBS-AA, SBS-TA or SBS-TAor | -225.0
gy APP-TA APP-TA
- . Min. 1.5-inch EnergyGuard RA Min. 0.25-inch DensDeck Prime or .
R-127. | E hal f h ) H halt | SBS-TA 1) SBS-TA BS-TA -232.
xisting asphaltic roof cover or EnergyGuard Ultra Hot asphalt SECUROCK Gypsum-Fiber Roof Board ot asphalt | SBS (Optional) SBS SBS 325
Min. 0.25-inch SECUROCK -Fi
R-128. | Existing asphaltic roof cover Min. 1.5-inch EnergyGuard RA Hot asphalt RoIZf goasrénc SECUROCK Gypsum-Fiber Hot asphalt | APP-TA (Optional) APP-TA APP-TA -240.0
g;r;.rg.os;gc:os:fr ff:ﬁfﬁﬁ:'ir ﬁnnscl)tés- BP-AA, sBs- | (OPtional) One or SBS-AA,
R-129. | Existing asphaltic roof cover Min. 1.5-inch EnergyGuard RA Hot asphalt | . . . o Hot asphalt ! more BP-AA, SBS-AA, | SBS-TA or -240.0
inch DensDeck Prime or min. 0.4375- AA SBS-TA or APP-TA APP-TA
inch DEXcell Cement Roof Board
I?]:E g;:';)\r/gljaaizrgc))ll\?sg. -2 Min. 0.5-inch Structodek High Density
. . LRF-M, M- Fiberboard Roof Insulation, min. 0.25- LRF-M, M- BP-AA, SBS- | (Optional) BP-AA,
R-130. | Existing smooth-surface BUR IEnnseurIatl((;)l:\;rE;Erlféstlrt:siA or OSEA inch DensDeck, DensDeck Prime, OSFA AA SBS-AA SBS-AA 75.0
gy. P SECUROCK Gypsum Fiber Roof Board
Insulation
- Y . Min. 0.5-inch Structodek High Density
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard R . . .
’ ) Fiberboard Roof Insulation, min. 0.25- BP-AA, SBS- | (Optional) BP-AA,
R-131. E;L:::fg\{:ﬁzgg:d re;r:/cilvacuumed ET::/;SO Insulation, EnergyGuard LRF-M inch DensDeck, DensDeck Prime, LRF-M AA SBS-AA SBS-AA -110.0
g SECUROCK Gypsum Fiber Roof Board
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AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deype (See Note 1

TABLE 78: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP LAYER INSULATION)

NEmoO | etc.e

) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15
Sys Substrate b R £ i o (Note 15) MDP
No. Note 1 and Note 12 ac ac (psf)A
o (Note 1 and Note 12) Type g Type byt Base Ply Ply Cap Ply s
Existing granule-surface BUR or |cr)1rc1ﬁ E;;OFZLZVSFSC)’:I rlnslcr: o Min. 0.5-inch Structodek High Density
Ing gra 'eT8Y v LRF-M, M- | Fiberboard Roof Insulation, min. 0.25- | LRF-M, M- | BP-AA, SBS- | (Optional) BP-AA,
R-132. | modified bitumen or smooth- Insulation, EnergyGuard RA or . . SBS-AA -150.0
surface SBS modified bitumen EnergyGuard Ultra Polyiso OSFA inch DensDeck, DensDeck Prime, U AA SBS-AA
. SECUROCK Gypsum Fiber Roof Board
Insulation
L . . Min. 0.5-inch Structodek High Density
R-133 Eff:#n.eiiraﬁ'feflanf (\j/chl:E'med :;/(;III’] .i516?::Sgtﬁ2:ri¥1i:ardGuard LRF-M, 6- | Fiberboard Roof Insulation, min. 0.25- LRF-M BP-AA, SBS- | (Optional) BP-AA, SBS-AA 150.0
: to removeploose ravel UItrYa ! 8y inch o.c. inch DensDeck, DensDeck Prime, AA SBS-AA :
g SECUROCK Gypsum Fiber Roof Board
New o existing smooth- or One or more layer(s), min. 0.5-
granule-surface asphalt BUR or inch EnergyGuard Polyiso LRF-M Min. 0.25-inch DensDeck Prime or LRF-M BP-AA, SBS- | (Optional) BP-AA, SBS-AA,
R-134. . . Insulation, EnergyGuard RA or . \ . AA, SBS-TA SBS-AA, SBS-TA or SBS-TA or -180.0
SBS modified bitumen or granule- K Canister SECUROCK Gypsum-Fiber Roof Board Canister
. . EnergyGuard Ultra Polyiso or APP-TA APP-TA APP-TA
surface APP modified bitumen )
Insulation
New or existing smooth- or . . .
Min. 1.5-inch E 1) BP-AA BS-AA
granule-surface asphalt BUR or |n. >inc .nergyGuard LRF-M Min. 0.25-inch SECUROCK Gypsum-Fiber | LRF-M BP-AA or (Optional) § SBS-AA,
R-135. o . Polyiso Insulation, EnergyGuard ) . SBS-AA, SBS-TA or SBS-TA or -225.0
SBS modified bitumen or granule- Canister Roof Board Canister SBS-AA
o b RA APP-TA APP-TA
surface APP modified bitumen
New or existing smooth- or . .
Min. 1.5-inch EnergyGuard
R-136. granule-sl{rfacg asphalt BUR or Polyiso Insulation, EnergyGuard LRF__M Min. 0.25-inch DensDeck Prime LRF-.M SBS-TA (Optional) SBS-TA SBS-TA -232.5
SBS modified bitumen or granule- RA Canister Canister
surface APP modified bitumen
New or existing smooth- or . . .
Min. 1.5-inch EnergyGuard (Optional) BP-AA, SBS-AA,
R-137. granule-sl{rfacg asphalt BUR or Polyiso Insulation, EnergyGuard LRF-.M Min. 0.25-inch DensDeck Prime LRF-.M BP-AA or SBS-AA, SBS-TA or SBS-TA or -240.0
SBS modified bitumen or granule- Canister Canister SBS-AA
o b RA APP-TA APP-TA
surface APP modified bitumen
New or existing smooth- or . .
Min. 1.5-inch EnergyGuard . . .
granule-surface asphalt BUR or X > LRF-M Min. 0.25-inch SECUROCK Gypsum-Fiber | LRF-M .
R-138. e . Pol | lation, E Guard . . APP-TA 1) APP-TA APP-TA -240.
38 SBS modified bitumen or granule- RZ yisoinsulation, Energysuar Canister Roof Board Canister (Optional) 0.0
surface APP modified bitumen
New or existing smooth- or . .
. 1.5- . . . .
R-139 granule-surface asphalt BUR or PMc:Iniso‘r)lr:;fll’;tﬁgre'nrgE\:]il:ardGuard LRF-M Min. 0.25-inch SECUROCK Gypsum-Fiber | LRF-M BP-AA or (Optional) BP-AA, SBS-AA, 2475
" | SBS modified bitumen or granule- RAy ! &y Canister Roof Board Canister SBS-AA SBS-AA, SBS-TA SBS-TA ’
surface APP modified bitumen
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . . BP-AA, SBS- | (Optional) BP-AA, SBS-AA,
.0.25- DensD
R-140. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard LRF-XF SNIIE?U(I?{O(SIKIEh sjrr:—F':ebc:r’:cl):feBc:ard LRF-XF AA, SBS-TA SBS-AA, SBS-TA or SBS-TA or -110.0
to remove loose gravel RA vp or APP-TA APP-TA APP-TA
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TABLE 78: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP LAYER INSULATION)
AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the

NEmoO | etc.e

substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

B 1 lation L Top | lation L Roof C: Note 15
sys S ase Insulation Layer — op Insulation Layer o oof Cover (Note 15) MDP
No. Note 1 and Note 12 cl cld (psf)*
o (Note 1 and Note 12) Type g Type byt Base Ply Ply Cap Ply s
One or more layer(s), min. 0.5-
. inch EnergyGuard Polyiso . . . .
Existing smooth- or granule- . Min. 0.25-inch DensDeck Prime or BP-AA, SBS- | (Optional) BP-AA,
R-141. surface BUR or modified bitumen Insulation, EnergyGuarq RA or LRF-XF SECUROCK Gypsum Fiber Roof Board |\ AA SBS-AA SBS-AA 150.0
EnergyGuard Ultra Polyiso
Insulation
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . . BP-AA, SBS- | (Optional) BP-AA, SBS-AA,
R-142. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard :':CFh);F’CG SNIIEI(rZ]U(I;CZ)(SZKIrgh Sjrr:?iebc:r?(l)rzfeé:ard LRF-XF AA, SBS-TA SBS-AA, SBS-TA or SBS-TA or -157.5
to remove loose gravel RA o vp or APP-TA APP-TA APP-TA
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . . BP-AA, SBS- | (Optional) BP-AA, SBS-AA,
. . LRF-XF, 4- Min. 0.25-inch DensDeck P
R-143. | brushed/spudded and vacuumed | Polyiso Insulation, EnergyGuard | -~ =" " SECURDK ovnl I Roothe LRF-XF AA,SBS-TA | SBS-AA, SBS-TAor | SBS-TAor | -180.0
to remove loose gravel RA o yp or APP-TA APP-TA APP-TA
One or more layer(s), min. 0.5-
i . inch EnergyGuard Polyiso ¢ ) ) BP-AA, SBS- | (Optional) One or SBS-AA,
R-144. E:::LTE?Z?ETZE Z;’Of;]‘;‘zr or Insulation, EnergyGuard RAor | LRF-XF QAE'QU%EE? Sj;s_'ifbc:r?(';‘fB‘zar g LRF-XF AA, SBS-TA | more BP-AA, SBS-AA, | SBS-TAor | -180.0
£ P EnergyGuard Ultra Polyiso vp or APP-TA | SBS-TA or APP-TA APP-TA
Insulation
Existing gravel-surfaced BUR, . . . . . BP-AA, SBS- | (Optional) BP-AA, SBS-AA,
R-145. | brushed/spudded and vacuumed 'F\’/:::Inlsloslr:;fg tﬁgsrgyG”ard :-:th):)F,c“ Slvllfl(?U(FJ{g(SZKmGCh Sj;f'ifbcjﬂggfeé:ar g LRF-XF AA,SBS-TA | SBS-AA,SBS-TAor | SBS-TAor | -200.0
to remove loose gravel Y [ vP or APP-TA | APP-TA APP-TA
. . A . . (Optional) BP-AA, SBS-AA,
R-146. | Existing asphaltic roof cover 2’:'26;0 'g‘j;f dnzrlff“ard RA™ | LRExF :cl:zf g'jjr('jnch SECUROCK Gypsum-Fiber | | o ye Sg S/_*:Am SBS-AA, SBS-TA or SBS-TAor | -225.0
R APP-TA APP-TA
. . . . . (Optional) BP-AA, SBS-AA,
R-147. | Existing asphaltic roof cover ('\)/r'”E"ni'rO 'gﬂ;f dn'fjrlff”ard RA™ | LRexr RMo'zf g.ozasr(;nch SECUROCK Gypsum-Fiber | | o yr Z':',SP TT’;” SBS-AA, SBS-TA or SBS-TAor | -232.5
gy APP-TA APP-TA
BP-AA, SBS- | (Optional) One or SBS-AA,
R-148. | Existing asphaltic roof cover Min. 1.5-inch EnergyGuard RA LRF-XF Min. 0.25-inch DensDeck Prime LRF-XF AA, SBS-TA more BP-AA, SBS-AA, | SBS-TA or -240.0
or APP-TA | SBS-TA or APP-TA APP-TA
L . . . BP-AA, SBS- | (Optional) One or SBS-AA,
R-149. f;::t”g granule-surfaced cap Min. 1.5-inch EnergyGuard RA :_:th)t()F:: 6 SMEL':‘U%(S:;:h I:jgs—liiebc:r’:clgf;:ar ; iL:;);F'CG AA, SBS-TA | more BP-AA, SBS-AA, | SBS-TAor | -240.0
o vp - or APP-TA SBS-TA or APP-TA APP-TA
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . . ) (Optional) One or SBS-AA,
R-150. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard 0OB500 2?;;}2;)53:zc:oigrﬁzzgii:lgh Density 0OB500 ii AA, SBS more BP-AA, SBS-AA, | SBS-TA or -110.0
to remove loose gravel RA SBS-TA or APP-TA APP-TA
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AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deype (See Note 1

TABLE 78: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP LAYER INSULATION)

NEmoO | etc.e

) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15
Sys Substrate b R £ i o (Note 15) MDP
No. Note 1 and Note 12 ac ac (psf)A
o (Note 1 and Note 12) Type g Type byt Base Ply Ply Cap Ply s
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard Min. 0.25-inch DensDeck, DensDeck BP-AA, SBS- | (Optional) One or SBS-AA,
R-151. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard OB500 Prime or SECUROCK Gypsum-Fiber Roof OB500 AA, SBS-TA more BP-AA, SBS-AA, | SBS-TA or -110.0
to remove loose gravel RA or EnergyGuard Ultra Board or APP-TA SBS-TA or APP-TA APP-TA
One or more layer(s), min. 0.5-
Existing asphalt BUR or granule- inch EnergyGuard Polyiso Min. 0.25-inch DensDeck, DensDeck BP-AA, SBS- | (Optional) One or SBS-AA,
R-152. s rfacfd c: sheet g Insulation, EnergyGuard RA or OB500 Prime or SECUROCK Gypsum-Fiber Roof 0OB500 AA, SBS-TA more BP-AA, SBS-AA, | SBS-TA or -120.0
Y P EnergyGuard Ultra Polyiso Board or APP-TA SBS-TA or APP-TA APP-TA
Insulation
One or more layer(s), min. 0.5-
L inch EnergyGuard Polyiso . . . . (Optional) One or SBS-AA,
R-153. E:;g:egdacsghz:eBeL:R or granule Insulation, EnergyGuard RA or OB500 m‘):rg:a:zcgosotfnlj::zgi:;:lgh Density 0OB500 22 AA, SBS more BP-AA, SBS-AA, | SBS-TA or -120.0
P EnergyGuard Ultra Polyiso SBS-TA or APP-TA APP-TA
Insulation
One or more layer(s), min. 0.5-
inch EnergyGuard Polyiso . < BP-AA, SBS- | (Optional) One or SBS-AA,
R-154. | Existing smooth APP Insulation, EnergyGuard RAor | OB500 PMr:rr‘r;:'zs"”Ch DensDeck or DensDeck 0B500 AA, SBS-TA | more BP-AA, SBS-AA, | SBS-TAor | -150.0
EnergyGuard Ultra Polyiso or APP-TA SBS-TA or APP-TA APP-TA
Insulation
I?]ZE :;en:ggtjaayrzrg]\?s: 0.5- Min. 0.5-inch Structodek High Density
Existing smooth- or granule- . Fiberboard Roof Insulation, min. 0.25- BP-AA, SBS- | (Optional) BP-AA,
R-155. surface BUR or modified bitumen IEnns::atgﬂ;fgzﬁ:{:;jlr?siA or G inch DensDeck, DensDeck Prime, 08500 AA SBS-AA SBS-AA -150.0
gy. v SECUROCK Gypsum Fiber Roof Board
Insulation
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard ) ) BP-AA, SBS- | (Optional) One or SBS-AA,
B - Min. 0.25-inch DensDeck or DensDeck
R-156. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard i?mi?)O’ce Pr::mg >-inch DensDeck or DensDec 0OB500 AA, SBS-TA | more BP-AA, SBS-AA, | SBS-TA or -150.0
to remove loose gravel RA o or APP-TA SBS-TA or APP-TA APP-TA
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . ) . (Optional) One or SBS-AA,
R-157. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard agi(:)o’c(s gtl,r;.rgfa:gc:()s(::f:zgit):lgh Density 0OB500 ii AA, SBS more BP-AA, SBS-AA, | SBS-TA or -157.5
to remove loose gravel RA or EnergyGuard Ultra o SBS-TA or APP-TA APP-TA
158, | brushedspudded and vacuomed | bolyiso motation enerpyauard | 08500, | Min-025-inch DensbeckPrimeor | oo | SBSTA | (Optional)SBSTA, | SBSTA |
: P v » Snergy inch o.c. SECUROCK Gypsum-Fiber Roof Board APP-TA APP-TA APP-TA :
to remove loose gravel RA or EnergyGuard Ultra
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . . (Optional) BP-AA, SBS-AA,
R-159. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard i(zlzi(:)o'cG ;/22% g.()z:r(;nch SECUROCK Gypsum-Fiber OB500 SBPSA:Aor SBS-AA, SBS-TA or SBS-TA or -157.5
to remove loose gravel RA or EnergyGuard Ultra - APP-TA APP-TA
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NEmoO | etc.e

TABLE 78: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP LAYER INSULATION)

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deype (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer Roof Cover (Note 15
Sys Substrate b R £ i o (Note 15) MDP
No. Note 1 and Note 12 ac ac (psf)A
° (Note 1 and Note 12) U (Notes 6,7,8) Type (Notes 6,7,8) Raselly B SDHY =
One or more layer(s), min. 0.5-
inch EnergyGuard Polyiso . . . BP-AA, SBS- | (Optional) One or SBS-AA,
R-160. | Existing smooth APP Insulation, EnergyGuard RA or OB500 SNIIEI(?UCI;CZ)(SZ;("Eh Sjrr:ziebcekr?:)r::;)rard OB500 AA, SBS-TA more BP-AA, SBS-AA, | SBS-TAor -165.0
EnergyGuard Ultra Polyiso P or APP-TA | SBS-TA or APP-TA APP-TA
Insulation
One or more layer(s), min. 0.5-
inch EnergyGuard Polyiso . . ) . (Optional) One or SBS-AA,
. Min. 0.5-inch k High D BP-AA, SBS-
R-161. | Existing smooth APP Insulation, EnergyGuard RAor | OB500 Fi;’;rgosachoitfr ‘I‘::Sg‘;on'g ensity 0B500 n SBS | more BP-AA, SBS-AA, | SBS-TAor | -165.0
EnergyGuard Ultra Polyiso SBS-TA or APP-TA APP-TA
Insulation
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard R ¢ \ . (Optional) One or SBS-AA,
B 4- Min. 0.5-inch k High D BP-AA, SBS-
R-162. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard i?mioooz: Fil;r;rgosa:ZcRoSotntJrf:Lc:giionIg ensity 0OB500 AA » SBS more BP-AA, SBS-AA, | SBS-TA or -165.0
to remove loose gravel RA - SBS-TA or APP-TA APP-TA
One or more layer(s), min. 0.5-
- inch EnergyGuard Polyiso . < . BP-AA, SBS- | (Optional) One or SBS-AA,
R-163. E;:‘:t"g granule-surfaced cap Insulation, EnergyGuard RAor | OB500 s'\,/:gu(r)aga(”l;ch Sj;sgfbcjr?g;‘fB‘:ar g 0B500 AA, SBS-TA | more BP-AA, SBS-AA, | SBS-TAor | -180.0
EnergyGuard Ultra Polyiso e or APP-TA | SBS-TA or APP-TA APP-TA
Insulation
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . . (Optional) BP-AA, SBS-AA,
R-164. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard 22510;4 :22% g.OZaSr(ljnch SECUROCK Gypsum-Fiber OB500 SgsA/:\Aor SBS-AA, SBS-TA or SBS-TA or -187.5
to remove loose gravel RA or EnergyGuard Ultra o APP-TA APP-TA
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard OB500, 4-
R-165. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard inch o c Min. 0.25-inch DensDeck Prime 0OB500 SBS-TA (Optional) SBS-TA SBS-TA -200.0
to remove loose gravel RA or EnergyGuard Ultra 4
Existi I-surfaced BUR Min. 1.5-inch E
R-166 b)r(ijs::egd?srazzdseL:iraancjc\j/acLlJJu’med Pc:ln isoslr:gjlatigﬁriyneel:ardGuard OB500, 4- Min. 0.25-inch DensDeck Prime or OB500 SBS-TA, (Optional) SBS-TA, SBS-TA, -200.0
’ P v ! EY inch o.c. SECUROCK Gypsum-Fiber Roof Board APP-TA APP-TA APP-TA ’
to remove loose gravel RA or EnergyGuard Ultra
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . . (Optional) BP-AA, SBS-AA,
B - .0.25- E - BP-
R-167. | brushed/spudded and vacuumed | Polyiso Insulation, EnergyGuard i(r)]c:(f'f RMO'Z fgo :r('j"‘:h SECUROCK Gypsum-Fiber | o ¢, SBP Sﬁ:r SBS-AA, SBS-TA or SBS-TAor | -200.0
to remove loose gravel RA or EnergyGuard Ultra o APP-TA APP-TA
L . . . BP-AA, SBS- | (Optional) One or SBS-AA,
R-168. Eﬁ::tng granule-surfaced cap Min. 1.5-inch EnergyGuard RA a‘z:?f ?E'é’uﬂéa("gh Sj:qs'ifbc:rr:é?f‘;‘;rar g ﬁii%o'f AA,SBS-TA | more BP-AA, SBS-AA, | SBS-TAor | -240.0
< P < or APP-TA | SBS-TA or APP-TA APP-TA
SELF-ADHERING BASE PLY WITH POLYISOCYANURATE BASE INSULATION LAYER
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AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deype (See Note 1

TABLE 78: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP LAYER INSULATION)

NEmoO | etc.e

) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15
Sys Substrate b R £ i o (Note 15) MDP
No. Note 1 and Note 12 ac ac (psf)A
° (Note 1 and Note 12) U (Notes 6,7,8) U2 (Notes 6,7,8) Raselly B SDHY =
One or more layer(s), min. 0.5-
inch EnergyGuard Polyiso . . y .
s . LRF-M, M- Min. 0.25-inch SECUROCK Gypsum Fiber LRF-M, M- (Optional) SBS-TA or SBS-TA or
R-169. | Existing smooth-surface BUR Insulation, EnergyGuarq RA or OSFA Roof Board OSFA SBS-SA APP-TA APP-TA -75.0
EnergyGuard Ultra Polyiso
Insulation
Existing gravel-surfaced BUR, . . Min. 0.5-inch EnergyGuard HD Polyiso .
R-170. | brushed/spudded and vacuumed Mm', 1.5-inch FnergyGuard LRF-M Cover Board, EnergyGuard HD Plus LRF-M SBS-SA (Optional) SBS-TA or SBS-TA or -97.5
Polyiso Insulation . APP-TA APP-TA
to remove loose gravel Polyiso Cover Board
Existing gravel-surfaced BUR, I\/Iin.. 1.5-inch FnergyGuard .(Optior.mal) Additiona.l Iayer(s.) base (Optional) SBS-TA, SBS-TA,
R-171. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard LRF-M insulation and/or Min. 0.25-inch LRF-M SBS-SA APP-TA APP-TA -110.0
to remove loose gravel Ultra SECUROCK Gypsum-Fiber Roof Board
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard (Optional) Additional layer(s) base .
R-172. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard :-:CFh'\(:I’CG insulation and/or Min. 0.25-inch LRF-M SBS-SA E\%F;tl_?:a” SBS-TA, i‘:i TI'A/\\’ -157.5
to remove loose gravel Ultra o SECUROCK Gypsum-Fiber Roof Board
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard (Optional) Additional layer(s) base .
LRF-M, 4- ; ) / 1) SBS-TA, BS-TA,
R-173. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard inch olc insulation and/or Min. 0.25-inch LRF-M SBS-SA g(?);;n_?:a )5BS ,SAPSF”—TA -200.0
to remove loose gravel Ultra A SECUROCK Gypsum-Fiber Roof Board
One or more layer(s), min. 0.5-
Existing granule-surface BUR or inch EnergyGuard Polyiso . . . .
R-174. | modified bitumen or smooth- Insulation, EnergyGuard RA or I(')ZFFAM M RMO'; g'jasrénCh SECUROCK Gypsum Fiber I(E)EFFAM M SBS-SA g(?);;tj_?:al) SBS-TAor ,SAE’SF”II::N -180.0
surface SBS modified bitumen EnergyGuard Ultra Polyiso
Insulation
Existing granule-surface BUR or Min. 0.5-inch EnergyGuard LRF-M, M- | Min. 0.25-inch SECUROCK Gypsum Fiber | LRF-M, M- (Optional) SBS-TAor | SBS-TA or
R-175. | modified bitumen or smooth- Polyiso Insulation, EnergyGuard SBS-SA -225.0
. . OSFA Roof Board OSFA APP-TA APP-TA
surface SBS modified bitumen Ultra
New or existing smooth- or One or moggleR(s/Ngin. 0.5-
granule-surface asphalt BUR or inch EnergyGuard Polyiso LRF-M Min. 0.25-inch DensDeck Prime or LRF-M BP-AA, SBS- | (Optional) BP-AA, SBS-AA,
R-176. o . Insulation, EnergyGuard RA or . ) . AA, SBS-TA SBS-AA, SBS-TA or SBS-TA or -180.0
SBS modified bitumen or granule- Y Canister SECUROCK Gypsum-Fiber Roof Board Canister
o . EnergyGuard Ultra Polyiso or APP-TA APP-TA APP-TA
surface APP modified bitumen .
Insulation
New or existing smooth- or ) . .
. 1.5- . . . BP-AA, BS-AA,
granule-surface asphalt BUR or Mm. >-inch EnergyGuard LRF-M Min. 0.25-inch SECUROCK Gypsum-Fiber | LRF-M BP-AA or (Optional) BP-AA SBS-AA
R-177. o R Polyiso Insulation, EnergyGuard . . SBS-AA, SBS-TA or SBS-TA or -225.0
SBS modified bitumen or granule- Canister Roof Board Canister SBS-AA
o by RA APP-TA APP-TA
surface APP modified bitumen
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TABLE 78: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP LAYER INSULATION)

NEmoO | etc.e

substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15
Sys Substrate Y T P L o (Note 15) MDP
No. Note 1 and Note 12 ac ac (psf)A
° (Note 1 and Note 12) U (Notes 6,7,8) Type (Notes 6,7,8) Raselly B SDHY =
New or existing smooth- or . .
Min. 1.5-inch EnergyGuard
R-178. | Branule-surface asphalt BUR or Polyiso Insulation, EnergyGuard | - -M Min. 0.25-inch DensDeck Prime LY SBS-TA (Optional) SBS-TA SBS-TA 2325
SBS modified bitumen or granule- RA Canister Canister
surface APP modified bitumen
New or existing smooth- or . . .
Min. 1.5-inch EnergyGuard (Optional) BP-AA, SBS-AA,
R-179, | Branule-surface asphalt BUR or Polyiso Insulation, EnergyGuard | L\ Min. 0.25-inch DensDeck Prime LRFM BPAROT | sBs-an, SBS-TAOr | SBS-TAor | -240.0
SBS modified bitumen or granule- Canister Canister SBS-AA
e ) RA APP-TA APP-TA
surface APP modified bitumen
Existing gravel-surfaced BUR, l\/lln.. 1.5-inch FnergyGuard .(Optlor.mal) Addltlona.l Iayer(s.) base (Optional) SBS-TA, SBS-TA,
R-180. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard LRF-XF insulation and/or Min. 0.25-inch LRF-XF SBS-SA APP_TA APP-TA -110.0
to remove loose gravel Ultra SECUROCK Gypsum-Fiber Roof Board
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard
R-181. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard LRF-XF Min. 0.25-inch DensDeck Prime LRF-XF SBS-SA (Optional) SBS-SA SBS-SA -110.0
to remove loose gravel Ultra
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard
A ) LRF-XF, 6- . . . .
R-182. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard inch o.c Min. 0.25-inch DensDeck Prime LRF-XF SBS-SA (Optional) SBS-SA SBS-SA -152.5
to remove loose gravel Ultra <
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard (Optional) Additional layer(s) base .
R-183. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard :_:th):)F;G insulation and/or Min. 0.25-inch LRF-XF SBS-SA i\%@?ﬁ:a” SBS-TA, SA?)?)T:\’ -157.5
to remove loose gravel Ultra o SECUROCK Gypsum-Fiber Roof Board
One or more layer(s), min. 0.5-
L inch EnergyGuard Polyiso . . ) .
Existing smooth- or granule- . Min. 0.25-inch SECUROCK Gypsum Fiber (Optional) SBS-TA or SBS-TA or
R-184. surface BUR or modified bitumen Insulation, EnergyGuarq RA or LRF-XF Roof Board LRF-XF SBS-SA APP-TA APP-TA -180.0
EnergyGuard Ultra Polyiso
Insulation
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . .
. . LRF-XF, 4- (Optional) Additional layer(s) base (Optional) SBS-TA, SBS-TA,
R-185. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard inch o.c. insulation LRF-XF SBS-SA APP_TA APP-TA -180.0
to remove loose gravel Ultra
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . . .
) \ LRF-XF, 4- Min. 0.25-inch SECUROCK Gypsum-Fiber (Optional) SBS-TA, SBS-TA,
-186. E - - -180.
R-186 brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard inch o.c. Roof Board LRF-XF SBS-SA APP_TA APP-TA 180.0
to remove loose gravel Ultra
- Min. 0.5-inch EnergyGuard . . . .
Existing smooth- or granule- - . Min. 0.25-inch SECUROCK Gypsum Fiber (Optional) SBS-TA or SBS-TA or
R-187. surface BUR or modified bitumen E?::/;so Insulation, EnergyGuard LRF-XF Roof Board LRF-XF SBS-SA APP-TA APP-TA 225.0
Existing granule-surfaced cap . ’ LRF-XF, 6- Min. 0.25-inch SECUROCK Gypsum-Fiber | LRF-XF, 6- (Optional) SBS-TA, SBS-TA,
R-188. sheet Min. 1.5-inch EnergyGuard RA inch o.c. Roof Board (primer optional) inch o.c. SBS-SA APP-TA APP-TA 240.0
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TABLE 78: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP LAYER INSULATION)

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Sys ST Base Insulation Layer — Top Insulation Layer — Roof Cover (Note 15) MDP
No. Note 1 and Note 12 ac ac (psf)A
° (Note 1 and Note 12) U (Notes 6,7,8) Type (Notes 6,7,8) Raselly B SDHY =

Existing gravel-surfaced BUR, . . Min. 0.5-inch EnergyGuard HD Polyiso .
R-189. | brushed/spudded and vacuumed mr.islc;Sl;:?SgEz:rgyGuard 0B500 Cover Board, EnergyGuard HD Plus 0OB500 SBS-SA L?;;??:al) SBS-TAor Z?:?:__TT':OI’ -97.5
to remove loose gravel Y Polyiso Cover Board
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . .
R-190. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard OB500 i(r?sFl)JtIL\()t?j:]) Additional layer(s) base OB500 SBS-SA E\%F;tl_?:a” SBS-TA, i‘:i TI'A/\\’ -110.0
to remove loose gravel Ultra
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard
R-191. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard OB500 Min. 0.25-inch DensDeck Prime 0OB500 SBS-SA (Optional) SBS-SA SBS-SA -110.0
to remove loose gravel RA, EnergyGuard Ultra
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . . .
Min. 0.25-inch SECUROCK -F 1) SBS-TA, BS-TA
R-192. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard OB500 RoIZf goasrénc SECQROCRGypsufli-Fiber 0OB500 SBS-SA L%T:_I?:a ) SBSTA, ;SAP??—TA’ -110.0
to remove loose gravel RA, EnergyGuard Ultra
One or more layer(s), min. 0.5-
inch EnergyGuard Polyiso Min. 0.25-inch DensDeck, DensDeck SBS-TA or
R-193. | Existing asphaltic roof cover Insulation, EnergyGuard RA or OB500 Prime or SECUROCK Gypsum-Fiber Roof OB500 SBS-SA (Optional) SBS-SA APP-TA -120.0
EnergyGuard Ultra Polyiso Board
Insulation
Existing gravel-surfaced BUR, . . K . . .
Min. 1.5-inch EnergyGuard OB500, 6- Min. 0.25-inch SECUROCK Gypsum-Fiber (Optional) SBS-TA, SBS-TA,
R-194. | brushed dded and d ) ) . B BS-SA -120.
9 tc:uanfo\{:plgos:graar\]/elvacuume Polyiso Insulation inch o.c. Roof Board 08500 SBS-S APP-TA APP-TA 0.0
One or more layer(s), min. 0.5-
inch EnergyGuard Polyiso
R-195. | Existing smooth APP Insulation, EnergyGuard RA or 0OB500 Min. 0.25-inch DensDeck Prime 0B500 SBS-SA (Optional) SBS-SA SBS-SA -152.5
EnergyGuard Ultra Polyiso
Insulation
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard OB500. 6-
R-196. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard inch o c Min. 0.25-inch DensDeck Prime 0OB500 SBS-SA (Optional) SBS-SA SBS-SA -152.5
to remove loose gravel RA o
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . .
R-197. S;izrﬁgézﬁggg:t;;r\ﬁlvacuumed E?::/;SO Insulation, EnergyGuard I?EE(:)O'CG i(r?sF:JtI:)t?jL) Additional layer(s) base OB500 SBS-SA (A(?)r;t_l?:al) SBS-TA, Z?’SP-TTAA’ -157.5
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . . .
B - .0.25- E - BS- BS-
R-198. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard i(r)1c:(330’c6 RMc:Zf goasr:jn(:h SECUROCK Gypsum-Fiber 0B500 SBS-SA '(S)’;t_'_?:al) SBS-TA, ZP?’TI'AA -157.5
to remove loose gravel RA or EnergyGuard Ultra o
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TABLE 78: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP LAYER INSULATION)

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer Roof Cover (Note 15
Sys Substrate b R £ i o (Note 15) MDP
No. Note 1 and Note 12 ac ac (psf)A
° (Note 1 and Note 12) U (Notes 6,7,8) U2 (Notes 6,7,8) Raselly B SDHY =
One or more layer(s), min. 0.5-
inch EnergyGuard Polyiso Min. 0.25-inch DensDeck; surface shall .
R-199. | Existing smooth APP Insulation, EnergyGuard RA or OB500 be primed with Matrix 307 Premium 0OB500 SBS-SA i\%’;tl_?:al) SBS-TA, iﬁ,—-{é\’ -165.0
EnergyGuard Ultra Polyiso Asphalt Primer or ASTM D41 primer
Insulation
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard Min. 0.25-inch DensDeck; surface shall .
. . 0OB500, 4- . . . . Opt 1) SBS-TA, SBS-TA,
R-200. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard X be primed with Matrix 307 Premium 0OB500 SBS-SA (Optional) -167.5
inch o.c. . . APP-TA APP-TA
to remove loose gravel RA Asphalt Primer or ASTM D41 primer
One or more layer(s), min. 0.5-
s inch EnergyGuard Polyiso . . . .
Existing smooth- or granule- . Min. 0.25-inch SECUROCK Gypsum Fiber (Optional) SBS-TA or SBS-TA or
R-201 | ¢\ \rface BUR or modified bitumen Insulation, EnergyGuarq RA or 0B500 Roof Board 08500 SBS-SA APP-TA APP-TA -180.0
EnergyGuard Ultra Polyiso
Insulation
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . - .
; ) B500, 4- 1) A Il 1) SBS-TA, BS-TA,
R-202. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard O >00 .(Opt|or.\a ) Additional layer(s) base OB500 SBS-SA (Optional) SBS SBS -200.0
inch o.c. insulation APP-TA APP-TA
to remove loose gravel Ultra
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard < . . .
R-203. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard .OBSOO’ 4 Min. 0.25-inch SECUROCK Gypsum-Fiber 0B500 SBS-SA (Optional) SBS-TA, SBS-TA, -200.0
inch o.c. Roof Board APP-TA APP-TA
to remove loose gravel RA or EnergyGuard Ultra
. Min. 0.5-inch EnergyGuard \ . . .
Existing smooth- or granule- X . Min. 0.25-inch SECUROCK Gypsum Fiber (Optional) SBS-TA or SBS-TA or
R-204. surface BUR or modified bitumen ET:Z:O Insulation, EnergyGuard RER Roof Board 08500 SBS-SA APP-TA APP-TA 2250
Existing granule-surfaced cap . . OB500, 6- Min. 0.25-inch SECUROCK Gypsum-Fiber | OB500, 6- (Optional) SBS-TA, SBS-TA,
R-205. sheet Min. 1.5-inch EnergyGuard RA inch o.c. Roof Board (primer optional) inch o.c. SBS-SA APP-TA APP-TA 240.0
VENTING SYSTEMS WITH POLYISOCYANURATE BASE INSULATION LAYER:
L . Min. 1.5-inch EnergyGuard RA Min. 0.5-inch Structodek High Density (Optional) One or
R-206. | Existing asphaltic roof cover or EnergyGuard Ultra Hot asphalt Fiberboard Roof Insulation Hot asphalt | BP-LL more BP-AA, SBS-AA SBS-AA -90.0
. . Min. 1.5-inch EnergyGuard RA Min. 0.5-inch Structodek High Density One or more BP-AA, SBS-TA or
-207. | E . . BP-LL -90.
R-207 isting asphaltic roof cover or EnergyGuard Ultra Hot asphalt Fiberboard Roof Insulation Hot asphalt P SBS-AA APP-TA 90.0
L . . . (Optional) Additional layer(s) base (Optional) One or
R-208. | Existing asphaltic roof cover Min. 1.5-inch EnergyGuard RA Hot asphalt insulation Hot asphalt | BP-LL more BP-AA, SBS-AA SBS-AA 150.0
. . . . (Optional) Additional layer(s) base One or more BP-AA, SBS-TA or
R-209. | Existing asphaltic roof cover Min. 1.5-inch EnergyGuard RA Hot asphalt insulation Hot asphalt | BP-LL SBS-AA APP-TA 150.0
- . . p (Optional) Additional layer(s) base (Optional) One or
R-210. | Existing asphaltic roof cover Min. 1.5-inch EnergyGuard Ultra | Hot asphalt insulation Hot asphalt | BP-LL more BP-AA, SBS-AA SBS-AA 172.5
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TABLE 78: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP LAYER INSULATION)

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deype (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)

Sys Substrate b R £ i o = MDP
No. Note 1 and Note 12 ac ac (psf)A
o (Note 1 and Note 12) Type g Type byt Base Ply Ply Cap Ply s
. . R . (Optional) Additional layer(s) base One or more BP-AA, SBS-TA or
R-211. | Existing asphaltic roof cover Min. 1.5-inch EnergyGuard Ultra | Hot asphalt insulation Hot asphalt | BP-LL SBS-AA APP-TA 172.5

- . Min. 1.5-inch EnergyGuard RA Min. 0.25-inch DensDeck or DensDeck (Optional) One or
R-212. | Existing asphaltic roof cover or EnergyGuard Ultra Hot asphalt Prime Hot asphalt | BP-LL more BP-AA, SBS-AA SBS-AA -240.0
s . Min. 1.5-inch EnergyGuard RA Min. 0.25-inch DensDeck or DensDeck One or more BP-AA, SBS-TA or
R-213. | E hal f H hal H hal BP-LL -240.
3 xisting asphaltic roof cover or EnergyGuard Ultra ot asphalt Prime ot asphalt SBS-AA APP-TA 0.0
New or existing smooth- or
granule-surface asphalt BUR or . . LRF-M . . . LRF-M (Optional) One or
R-214. $BS modified bitumen or granule- Min. 0.5-inch EnergyGuard RA Canister Additional layer(s) base insulation Canister BP-LL more BP-AA, SBS-AA SBS-AA 150.0
surface APP modified bitumen
New or existing smooth- or
granule-surface asphalt BUR or . . LRF-M . . . LRF-M One or more BP-AA, SBS-TA or
R-215. $BS modified bitumen or granule- Min. 0.5-inch EnergyGuard RA Canister Additional layer(s) base insulation Canister BP-LL SBS-AA APP-TA 150.0
surface APP modified bitumen
New or existing smooth- or ﬁ:s :;:';);Zfaﬁzrsc))’l;:s? 0.5-
le-surf halt BUR - - i
R-216. granule sur ace. asphalt BUR or Insulation, EnergyGuard RA or LRF_M Min. 0.25-inch DensDeck Prime LRF_M BP-LL (Optional) One or SBS-AA -180.0
SBS modified bitumen or granule- X Canister Canister more BP-AA, SBS-AA
. . EnergyGuard Ultra Polyiso
surface APP modified bitumen )
Insulation
New or existing smooth- or I?]ZE :;en:ggtjaayrzrg]\?s: 0.5-
le-surf; halt BUR LRF- LRF-M BP-AA, BS-TA
R-217. | Branule-surface asphalt BUR or Insulation, EnergyGuard RA or Wy Min. 0.25-inch DensDeck Prime . BP-LL One or more » | SBSTAOT 100
SBS modified bitumen or granule- EneravGuard Ultra Polviso Canister Canister SBS-AA APP-TA
surface APP modified bitumen gy. v
Insulation
New or existing smooth- or . .
Min. 1.5-inch EnergyGuard .
granule-surface asphalt BUR or R . LRF-M . . . LRF-M (Optional) One or
R-218. i . Pol | lation, E Guard . Min. 0.25-inch DensDeck P . BP-LL BS-AA -240.
8 SBS modified bitumen or granule- olylso Insutation, Energysuar Canister in. 0.25-inch DensDeck Prime Canister more BP-AA, SBS-AA 58S 0.0
e . RA
surface APP modified bitumen
New or existing smooth- or . .
Min. 1.5-inch EnergyGuard
granule-surface asphalt BUR or X . LRF-M . . . LRF-M One or more BP-AA, SBS-TA or
-219. o . Pol | lation, E Guard . .0.25- DensD . BP-LL -240.
R-215 SBS modified bitumen or granule- olylso Insutation, Energysuar Canister Min. 0.25-inch DensDeck Prime Canister P SBS-AA APP-TA 400
o . RA
surface APP modified bitumen
Existing gravel-surfaced BUR, . . .
R-220. | brushed/spudded and vacuumed Min. 1.5-inch EnergyGuard Ultra | LRF-XF .(Optlor.\al) Additional layer(s) base LRF-XF BP-LL (Optional) One or SBS-AA -110.0
insulation more BP-AA, SBS-AA
to remove loose gravel
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TABLE 78: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP LAYER INSULATION)
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AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deype (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer Roof Cover (Note 15
Sys Substrate b e £ i p— (Note 15) MDP
No. Note 1 and Note 12 ac ac (psf)A
° (Note 1 and Note 12) U (Notes 6,7,8) Type (Notes 6,7,8) Raselly B SDHY =
Existing gravel-surfaced BUR, . .
. . (Optional) Additional layer(s) base One or more BP-AA, SBS-TA or
R-221. | brushed/spudded and vacuumed Min. 1.5-inch EnergyGuard Ultra | LRF-XF insulation LRF-XF BP-LL SBS-AA APP-TA -110.0
to remove loose gravel
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard (Optional) One or
R-222. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard LRF-XF Min. 0.25-inch DensDeck Prime LRF-XF BP-LL P SBS-AA -110.0
more BP-AA, SBS-AA
to remove loose gravel RA or EnergyGuard Ultra
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard
R-223. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard LRF-XF Min. 0.25-inch DensDeck Prime LRF-XF BP-LL One or more BP-AA, SBS-TA or -110.0
SBS-AA APP-TA
to remove loose gravel RA or EnergyGuard Ultra
Existing gravel-surfaced BUR, . . .
LRF-XF, 6- 1) A Il |
R-224. | brushed/spudded and vacuumed Min. 1.5-inch EnergyGuard Ultra | . 6 .(OPtIOI?a ) Additional layer(s) base LRF-XF BP-LL (Optional) One or SBS-AA -157.5
inch o.c. insulation more BP-AA, SBS-AA
to remove loose gravel
Existing gravel-surfaced BUR, . b, -
. . LRF-XF, 6- (Optional) Additional layer(s) base One or more BP-AA, SBS-TA or
R-225. | brushed/spudded and vacuumed Min. 1.5-inch EnergyGuard Ultra inch o.c. insulation LRF-XF BP-LL SBS-AA APP-TA 157.5
to remove loose gravel
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard .
LRF-XF, 6- |
R-226. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard . 6 Min. 0.25-inch DensDeck Prime LRF-XF BP-LL (Optional) One or SBS-AA -157.5
inch o.c. more BP-AA, SBS-AA
to remove loose gravel RA or EnergyGuard Ultra
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard
R-227. | brushed/spudded and vacuumed | Polyiso Insulation, EnergyGuard | - X7 © Min. 0.25-inch DensDeck Prime LRF-XF BP-LL One or more BP-AA, | SBS-TAor | o ¢
inch o.c. SBS-AA APP-TA
to remove loose gravel RA or EnergyGuard Ultra
Existing gravel-surfaced BUR, . . .
LRF-XF, 4- 1) A Il |
R-228. | brushed/spudded and vacuumed Min. 1.5-inch EnergyGuard Ultra | . RE-XF, .(Optlor.\a ) Additional layer(s) base LRF-XF BP-LL (Optional) One or SBS-AA -172.5
inch o.c. insulation more BP-AA, SBS-AA
to remove loose gravel
Existing gravel-surfaced BUR, . .
. . LRF-XF, 4- (Optional) Additional layer(s) base One or more BP-AA, SBS-TA or
-229. h Min. 1.5- E | . . . LRF-XF BP-LL -172.
R-229 brushed/spudded and vacuumed in. 1.5-inch EnergyGuard Ultra inch o.c. insulation SBS-AA APP-TA 5
to remove loose gravel
One or more layer(s), min. 0.5-
Existing smooth- or granule- inch Encrgygllard Pelylss (Optional) One or
R-230. & granu Insulation, EnergyGuard RAor | LRF-XF Min. 0.25-inch DensDeck Prime LRF-XF BP-LL P SBS-AA -180.0
surface BUR or modified bitumen K more BP-AA, SBS-AA
EnergyGuard Ultra Polyiso
Insulation
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TABLE 78: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP LAYER INSULATION)

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deype (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer Roof Cover (Note 15
Sys Substrate b R £ i o (Note 15) MDP
No. Note 1 and Note 12 ac ac (psf)A
° (Note 1 and Note 12) U (Notes 6,7,8) Type (Notes 6,7,8) Raselly B SDHY =
One or more layer(s), min. 0.5-
. inch EnergyGuard Polyiso
R-231. | DXisting smooth- or granule- Insulation, EnergyGuard RAor | LRF-XF Min. 0.25-inch DensDeck Prime LRF-XF BP-LL One ormore BP-AA, | SBS-TAor | g 4
surface BUR or modified bitumen . SBS-AA APP-TA
EnergyGuard Ultra Polyiso
Insulation
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard (Optional) One or
R-232. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard LRF-XF Min. 0.25-inch DensDeck Prime LRF-XF BP-LL m:re BP-AA. SBS-AA SBS-AA -200.0
to remove loose gravel RA or EnergyGuard Ultra !
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard
BP-AA BS-TA
R-233. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard LRF-XF Min. 0.25-inch DensDeck Prime LRF-XF BP-LL ?é\;;);more ’ ;SAP??—TAor -200.0
to remove loose gravel RA or EnergyGuard Ultra
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . X . . .
R-234. | brushed/spudded and vacuumed | Polyiso Insulation, EnergyGuard | OBS00 géz}gfaizcr?oitfrfﬁﬁfﬁ:'gh Density 1 osoo BP-LL f::;og;‘_'i&";‘: An | SBS-AA -90.0
to remove loose gravel RA or EnergyGuard Ultra !
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . . .
.0.5- k High D BP-AA BS-TA
R-235. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard OB500 g;ngosa:'ZC:osotfnljnc:SIcﬁionIg ensity 0OB500 BP-LL Sgsxmore ! ;SAP?’—TAor -90.0
to remove loose gravel RA or EnergyGuard Ultra
Existing gravel-surfaced BUR, . . .
R-236. | brushed/spudded and vacuumed Min. 1.5-inch EnergyGuard Ultra | OB500 .(OptIOI'.13|) Additional laver(s) base OB500 BP-LL (Optional) One or SBS-AA -110.0
insulation more BP-AA, SBS-AA
to remove loose gravel
Existing gravel-surfaced BUR, . -
) A I BP-AA BS-TA
R-237. | brushed/spudded and vacuumed | Min. 1.5-inch EnergyGuard Ultra | OBS00 (Optional) Additional layer(s) base 0B500 BP-LL Oneormore BP-AA, | SBS-TAor | 1,4
insulation SBS-AA APP-TA
to remove loose gravel
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . .
R-238. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard OB500 er:rr]r;flzs inch DensDeck or DensDeck OB500 BP-LL L?::cleogs-ll\gnsethAA SBS-AA -110.0
to remove loose gravel RA or EnergyGuard Ultra !
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . .
.0.25- DensD DensD BP- BS-
R-239. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard 0OB500 PMr::weO 5-inch DensDeck or DensDeck 0OB500 BP-LL ;Jgse_:;more P-AA, ZP?’Irior -110.0
to remove loose gravel RA or EnergyGuard Ultra
Existing gravel-surfaced BUR, . . .
R-240. | brushed/spudded and vacuumed | Min. 1.5-inch EnergyGuard Ultra | Cbo00: 6 | (Optional) Additional layer(s) base 0B500 BP-LL (Optional) One or SBS-AA -150.0
inch o.c. insulation more BP-AA, SBS-AA
to remove loose gravel
Existing gravel-surfaced BUR, . -
B - BP- BS-
R-241. | brushed/spudded and vacuumed Min. 1.5-inch EnergyGuard Ultra O >00, 6 .(Opt|or.1al) Additional layer(s) base 0OB500 BP-LL One or more BP-AA, SBS-TA or -150.0
inch o.c. insulation SBS-AA APP-TA
to remove loose gravel
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TABLE 78: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP LAYER INSULATION)

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deype (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15
Sys Substrate b R £ i o (Note 15) MDP
No. Note 1 and Note 12 ac ac (psf)A
° (Note 1 and Note 12) U (Notes 6,7,8) Type (Notes 6,7,8) Raselly B SDHY =
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard R . .
R-242. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard ,OBSOO' & M!n. 0.25-inch DensDeck or DensDecl 0OB500 BP-LL (Optional) One or SBS-AA -150.0
inch o.c. Prime more BP-AA, SBS-AA
to remove loose gravel RA or EnergyGuard Ultra
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard OB500, 6- | Min. 0.25-inch DensDeck or DensDeck One or more BP-AA, | SBS-TA or
R-243. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard X . 0OB500 BP-LL -150.0
inch o.c. Prime SBS-AA APP-TA
to remove loose gravel RA or EnergyGuard Ultra
One or more layer(s), min. 0.5-
L inch EnergyGuard Polyiso .
R-244, | EXisting smooth- or granule Insulation, EnergyGuard RAor | OB500 Min. 0.25-inch DensDeck Prime 0B500 BP-LL (Optional) One or SBS-AA -180.0
surface BUR or modified bitumen R more BP-AA, SBS-AA
EnergyGuard Ultra Polyiso
Insulation
One or more layer(s), min. 0.5-
Existing smooth- or granule- inch EnergyGuard Polyiso One or more BP-AA, SBS-TA or
R-245. g g . Insulation, EnergyGuard RA or OB500 Min. 0.25-inch DensDeck Prime OB500 BP-LL ’ -180.0
surface BUR or modified bitumen . SBS-AA APP-TA
EnergyGuard Ultra Polyiso
Insulation
COLD-APPLIED SYSTEMS WITH POLYISOCYANURATE BASE INSULATION LAYER:
R-246. | Existing asphalt BUR Min. 1.5-inch EnergyGuard RA | Hot asphalt | Vi 0:25-inch DensDeck Prime or Hot asphalt | SBS-CAL None SBS-CAL 120.0
: g asp o &Y P SECUROCK Gypsum-Fiber Roof Board P :
Existing granule-surfaced cap . . Min. 0.25-inch DensDeck Prime or
R-247. Min. 1.5-inch E RA H hal . H hal BS-CA1 N BS-CA1 -127.
sheet in. 1.5-inch EnergyGuard ot asphalt SECUROCK Gypsum-Fiber Roof Board ot asphalt | SBS-C one SBS-C. 5
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . .
Min. 0.25-inch DensDeck Prime or
- b h Polyiso | lati E LRF- . LRF-M BS-CA1 N BS-CA1 -110.
R-248 brushed/spudded and vacuumed olyiso Insulation, EnergyGuard M SECUROCK Gypsum-Fiber Roof Board SBS-C one SBS-C 0.0
to remove loose gravel RA
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard LRF-M. 6-
R-249. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard inch olc Min. 0.25-inch DensDeck Prime LRF-M SBS-CA1 None SBS-CA1 -127.5
to remove loose gravel RA o
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . .
LRF-M, 6- Min. 0.25-inch SECUROCK G -Fib
R-250. | brushed/spudded and vacuumed | Polyiso Insulation, EnergyGuard | — " n inc YPSUM-FIDET | ) rEm SBS-CAL None SBS-CAL | -157.5
inch o.c. Roof Board
to remove loose gravel RA
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . .
LRF- - .0.25- E -
R-251. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard ,RF M, 4 Min. 0.25-inch SECUROCK Gypsum-Fiber LRF-M SBS-CA1 None SBS-CA1 -172.5
inch o.c. Roof Board
to remove loose gravel RA
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NEmoO | etc.e

TABLE 78: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP LAYER INSULATION)

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deype (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer Roof Cover (Note 15
Sys Substrate b e £ i p— (Note 15) MDP
No. Note 1 and Note 12 ac ac (psf)A
° (Note 1 and Note 12) U (Notes 6,7,8) U2 (Notes 6,7,8) Raselly B SDHY =
New or existing smooth- or |cr)1rc1ﬁ E;;gg:}aatzrsc)”l;g' 0.5-
R-252. granule-s.tfrfacg asphalt BUR or Insulation, EnergyGuard RA or LRF-.M Min. 0.25-inch DensDeck Prime LRF-.M SBS-CA1 None SBS-CA1 -127.5
SBS modified bitumen or granule- EnerevGuard Ultra Polviso Canister Canister
surface APP modified bitumen gy. Y
Insulation
New or existing smooth- or ﬁ:s E;:;;Zfatzrsg’lﬂﬁ' 0.5-
le-surf: halt BUR - in. 0.25-i -Fi -
R-253. granule sur ace. asphalt BUR or Insulation, EnergyGuard RA or LRF.M Min. 0.25-inch SECUROCK Gypsum-Fiber LRF.M SBS-CA1 None SBS-CA1 -172.5
SBS modified bitumen or granule- EnerevGuard Ultra Polviso Canister Roof Board Canister
surface APP modified bitumen gy. v
Insulation
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . .
R-254. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard LRF-XF Min. OREIMTR DensD.eck PRge o LRF-XF SBS-CA1 None SBS-CA1 -110.0
SECUROCK Gypsum-Fiber Roof Board
to remove loose gravel RA
One or more layer(s), min. 0.5-
Existing granule-surfaced ca inch EnergyGuard Polyiso
R-255. sheet e P Insulation, EnergyGuard RA or LRF-XF Min. 0.25-inch DensDeck Prime LRF-XF SBS-CA1l None SBS-CA1l -127.5
EnergyGuard Ultra Polyiso
Insulation
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard LRE-XF. 6-
R-256. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard inch o c Min. 0.25-inch DensDeck Prime LRF-XF SBS-CA1 None SBS-CA1 -127.5
to remove loose gravel RA o
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . .
R-257. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard !'RF XF, 6 Min. 0.25-inch SECUROCK Gypsum-Fiber LRF-XF SBS-CA1 None SBS-CA1 -157.5
inch o.c. Roof Board
to remove loose gravel RA
One or more layer(s), min. 0.5-
- inch EnergyGuard Polyiso . . .
R-25g. | EXisting granule-surfaced cap Insulation, EnergyGuard RAor | LRF-XF Min. 0.25-inch SECUROCK Gypsum-Fiber | o SBS-CA1 None SBS-CAL | -172.5
sheet . Roof Board
EnergyGuard Ultra Polyiso
Insulation
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . .
LRF-XF, 4- Min. 0.25-inch SECUROCK G -Fib
R-259. | brushed/spudded and vacuumed | Polyiso Insulation, EnergyGuard | e e2mine YPSUMTIDET | L RF-XF SBS-CAL | None SBS-CAL | -172.5
inch o.c. Roof Board
to remove loose gravel RA
Existing asphaltic roof cover or . .
Min. 1.5-inch EnergyGuard . . . .
gravel-surfaced BUR, X . Min. 0.5-inch Structodek High Density
-260. Polyiso Insulation, E Guard B ; ) B BS- BS- -45.
R-260 brushed/spudded and vacuumed Rzylso nsulation, Energysuar 08500 Fiberboard Roof Insulation 08500 SBS-CA None SBS-CA 45.0
to remove loose gravel
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TABLE 78: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP LAYER INSULATION)

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deype (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15)
Sys Substrate b e £ i p— = MDP
No. Note 1 and Note 12 ac ac (psf)A
(Note 1 and Note 12) Type g Type byt Base Ply Ply Cap Ply

Existing smooth surfaced BUR /
APP modified bitumen, granule

surface roof cover or gravel- Min. 0.5-inch EnergyGuard HD Polyiso

R-261. | surfaced BUR, brushed/spudded Mm.. L.5-inch l';nergyGuard OB500 Cover Board, EnergyGuard HD Plus 0OB500 SBS-CA or None SBS-CA or -97.5
Polyiso Insulation R SBS-CA1 SBS-CA1
and vacuumed to remove loose Polyiso Cover Board
gravel over structural concrete
deck
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . .
R-262. | brushed/spudded and vacuumed | Polyiso Insulation, EnergyGuard | OBS00 Min. 0.25-inch DEygDeck ‘gggne o} 0B500 SBS-CA1 None SBS-CAL | -110.0
SECUROCK Gypsum-Fiber Roof Board
to remove loose gravel RA

One or more layer(s), min. 0.5-

inch EnergyGuard Polyiso Min. 0.25-inch DensDeck Prime or
R-263. | Existing asphalt BUR Insulation, EnergyGuard RA or OB500 - . 0OB500 SBS-CA1 None SBS-CA1 -120.0

X SECUROCK Gypsum-Fiber Roof Board
EnergyGuard Ultra Polyiso

Insulation

One or more layer(s), min. 0.5-

Existing smooth APP or granule- inch EnergyGuard Polyiso

R-264. Insulation, EnergyGuard RA or 0OB500 Min. 0.25-inch DensDeck Prime 0B500 SBS-CA1 None SBS-CA1 -127.5
surfaced cap sheet X
EnergyGuard Ultra Polyiso
Insulation
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard OB500. 6-
R-265. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard inch o ; Min. 0.25-inch DensDeck Prime 0OB500 SBS-CA1 None SBS-CA1 -127.5
to remove loose gravel RA -
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . .
0OB500, 6- Min. 0.25-inch SECUROCK G -Fib
R-266. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard ) ! n inc YPSUM-FIDET 1 5500 SBS-CA1 None SBS-CA1 -157.5
inch o.c. Roof Board
to remove loose gravel RA
One or more layer(s), min. 0.5-
inch EnergyGuard Polyiso Min. 0.25-inch SECUROCK Gypsum-Fiber
R-267. | Existing smooth APP Insulation, EnergyGuard RA or OB500 s P 0OB500 SBS-CA1 None SBS-CA1 -165.0
. Roof Board
EnergyGuard Ultra Polyiso
Insulation
One or more layer(s), min. 0.5-
L inch EnergyGuard Polyiso . . .
R-268, | EXisting granule-surfaced cap Insulation, EnergyGuard RAor | OB500 Min. 0.25-inch SECUROCK Gypsum-Fiber | 555, SBS-CAL None SBS-CA1 | -172.5
sheet . Roof Board
EnergyGuard Ultra Polyiso
Insulation
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TABLE 78: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP LAYER INSULATION)

NEmoO | etc.e

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deype (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.
Base Insulation Layer Top Insulation Layer Roof Cover (Note 15
Sys Substrate b R £ i o (Note 15) MDP
No. Note 1 and Note 12 ac ac (psf)A
o (Note 1 and Note 12) Type g Type byt Base Ply Ply Cap Ply s
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . .
R-269. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard ,OBSOO' 4 Min. 0.25-inch SECUROCK Gypsum-Fiber 0OB500 SBS-CA1 None SBS-CA1 -172.5
inch o.c. Roof Board
to remove loose gravel RA
HYBRID HOT/COLD-APPLIED SYSTEMS WITH POLYISOCYANURATE BASE INSULATION LAYER:
Min. 0.25-inch DensDeck Prime or
- . ) SECUROCK Gypsum-Fiber Roof Board or BP-AA or (Optional) BP-AA or
R-270. | Existing asphalt BUR Min. 1.5-inch EnergyGuard RA Hot asphalt min. 0.4375-inch DEXcell Cement Roof Hot asphalt SBS-AA SBS-AA SBS-CA1 120.0
Board
Min. 0.25-inch DensDeck Prime or
Existing granule-surfaced cap . . SECUROCK Gypsum-Fiber Roof Board or BP-AA or (Optional) BP-AA or
R-271. Min. 1.5-inch E RA H hal R R H hal BS-CA1 -127.
sheet in. 1.5-inch EnergyGuard otasphalt | in. 0.4375-inch DEXcell Cement Roof otasphalt | ¢ps.aa SBS-AA SB5-C >
Board
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard K R . .
X . Min. 0.25-inch DensDeck Prime or BP-AA or (Optional) BP-AA or
R-272. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard LRF-M SECUROCK Gypsum-Fiber Roof Board LRF-M SBS-AA SBS-AA SBS-CA1 -110.0
to remove loose gravel RA
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard .
R-273. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard !'RF M, & Min. 0.25-inch DensDeck Prime LRF-M BP-AA or (Optional) BP-AA or SBS-CA1 -127.5
inch o.c. SBS-AA SBS-AA
to remove loose gravel RA
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . . .
. . LRF-M, 6- Min. 0.25-inch SECUROCK Gypsum-Fiber BP-AA or (Optional) BP-AA or
-274. h Pol Insul E ’ - " -157.
R-274 brushed/spudded and vacuumed olyiso Insulation, EnergyGuard inch o.c. Roof Board LRF-M SBS-AA SBS-AA SBS-CA1 157.5
to remove loose gravel RA
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . . .
X . LRF-M, 4- Min. 0.25-inch SECUROCK Gypsum-Fiber BP-AA or (Optional) BP-AA or
R-275. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard inch o.c. Roof Board LRF-M SBS-AA SBS-AA SBS-CA1 -172.5
to remove loose gravel RA
New or existing smooth- or I?]ZE :;?rg\r:s:faﬁg]\?s? 0.5-
le-surf; halt BUR LRF-M LRF-M BP-AA i 1) BP-AA
R-276. granule sur ace. asphalt BUR or Insulation, EnergyGuard RA or . Min. 0.25-inch DensDeck Prime R or (Optional) or SBS-CA1 -127.5
SBS modified bitumen or granule- R Canister Canister SBS-AA SBS-AA
e . EnergyGuard Ultra Polyiso
surface APP modified bitumen )
Insulation
New or existing smooth- or Qne or more layer(s), mln. 0.5-
inch EnergyGuard Polyiso . . . .
granule-surface asphalt BUR or . LRF-M Min. 0.25-inch SECUROCK Gypsum-Fiber LRF-M BP-AA or (Optional) BP-AA or
R-277. o X Insulation, EnergyGuard RA or . . SBS-CA1 -172.5
SBS modified bitumen or granule- X Canister Roof Board Canister SBS-AA SBS-AA
e . EnergyGuard Ultra Polyiso
surface APP modified bitumen .
Insulation
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . . .
. . Min. 0.25-inch DensDeck Prime or BP-AA or (Optional) BP-AA or
-278. E - - - -110.
R-278 brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard LRF-XF SECUROCK Gypsum-Fiber Roof Board LRF-XF SBS-AA SBS-AA SBS-CA1 110.0
to remove loose gravel RA
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TABLE 78: RECOVER APPLICATIONS

SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP LAYER INSULATION)
AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the deck type (See Note 1) or performance of the

NEmoO | etc.e

substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15
Sys Substrate b e £ i p— (Note 15) MDP
No. Note 1 and Note 12 ac ac (psf)A
o (Note 1 and Note 12) Type g Type byt Base Ply Ply Cap Ply s
One or more layer(s), min. 0.5-
. inch EnergyGuard Polyiso .
R279. | EXisting granule-surfaced cap Insulation, EnergyGuard RAor | LRF-XF Min. 0.25-inch DensDeck Prime LRF-XF BP-AA or (Optional) BP-AAOr | cpc 1 | L1275
sheet A SBS-AA SBS-AA
EnergyGuard Ultra Polyiso
Insulation
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard .
R-280. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard !'RF XF, 6 Min. 0.25-inch DensDeck Prime LRF-XF BP-AA or (Optional) BP-AA or SBS-CA1 -127.5
inch o.c. SBS-AA SBS-AA
to remove loose gravel RA
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . 4 .
. . LRF-XF, 6- Min. 0.25-inch SECUROCK Gypsum-Fiber BP-AA or (Optional) BP-AA or
R-281. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard inch o.c. Roof Board LRF-XF SBS-AA SBS-AA SBS-CA1 -157.5
to remove loose gravel RA
One or more layer(s), min. 0.5-
. inch EnergyGuard Polyiso ¢ . . )
R-282. Existing granule-surfaced cap Insulation, EnergyGuard RA or LRE-XE Min. 0.25-inch SECUROCK Gypsum-Fiber LRE-XF BP-AA or (Optional) BP-AA or SBS-CA1 1725
sheet . Roof Board SBS-AA SBS-AA
EnergyGuard Ultra Polyiso
Insulation
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . . .
. . LRF-XF, 4- Min. 0.25-inch SECUROCK Gypsum-Fiber BP-AA or (Optional) BP-AA or
R-283. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard inch o.c. Roof Board LRF-XF SBS-AA SBS-AA SBS-CA1 -172.5
to remove loose gravel RA
One or more layer(s), min. 0.5-
inch EnergyGuard Polyiso . . . )
- . Min. 0.25-inch DensDeck Prime or BP-AA or (Optional) BP-AA or
R-284. | Existing asphalt BUR Insulation, EnergyGuarq RA or OB500 SECUROCK Gypsum-Fiber Roof Board 0OB500 SBS-AA SBS-AA SBS-CA1 -120.0
EnergyGuard Ultra Polyiso
Insulation
One or more layer(s), min. 0.5-
- inch EnergyGuard Polyiso )
R-2g5, | EXisting smooth APP or granule Insulation, EnergyGuard RAor | OB500 Min. 0.25-inch DensDeck Prime 0B500 BP-AA or (Optional) BP-AAOr | ¢pc a9 | L1975
surfaced cap sheet , SBS-AA SBS-AA
EnergyGuard Ultra Polyiso
Insulation
One or more layer(s), min. 0.5-
inch EnergyGuard Polyiso . . . .
R-286. | Existing smooth APP Insulation, EnergyGuard RA or 0B500 Min. 0.25-inch SECUROCK Gypsum-Fiber 0OB500 BP-AA or (Optional) BP-AA or SBS-CA1 -165.0
. Roof Board SBS-AA SBS-AA
EnergyGuard Ultra Polyiso
Insulation
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TABLE 78: RECOVER APPLICATIONS
SYSTEM TYPE A-1: BONDED INSULATION, BONDED ROOF COVER (BASE AND TOP LAYER INSULATION)

AThe reported MDP documents the allowable maximum design pressure of the new insulation, coverboard and roof cover when adhered to the substrate, irrespective of the detype (See Note 1) or performance of the
substrate (See Note 12). The deck and substrate shall be capable of resisting the project design pressure requirements, not to exceed the noted MDP, to the satisfaction of the Authority Having Jurisdiction.

NEmoO | etc.e

Base Insulation Layer Top Insulation Layer Roof Cover (Note 15
Sys Substrate b e £ i p— (Note 15) MDP
No. Note 1 and Note 12 ac ac (psf)A
° (Note 1 and Note 12) U (Notes 6,7,8) Type (Notes 6,7,8) Raselly B SDHY =
One or more layer(s), min. 0.5-
. inch EnergyGuard Polyiso . . 4 .
R-287. Existing granule-surfaced cap Insulation, EnergyGuard RA or 0B500 Min. 0.25-inch SECUROCK Gypsum-Fiber 0B500 BP-AA or (Optional) BP-AA or SBS-CA1 1725
sheet . Roof Board SBS-AA SBS-AA
EnergyGuard Ultra Polyiso
Insulation
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . . .
X . Min. 0.25-inch DensDeck Prime or BP-AA or (Optional) BP-AA or
R-288. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard OB500 SECUROCK Gypsum-Fiber Roof Board OB500 SBS-AA SBS-AA SBS-CA1 -110.0
to remove loose gravel RA
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard .
R-289. | brushed/spudded and vacuumed | Polyiso Insulation, EnergyGuard | Co>0% & | Min. 0.25-inch DensDeck Prime 0B500 BP-Ador | (Optional) BP-AAOr | cpe a1 | L1275
inch o.c. SBS-AA SBS-AA
to remove loose gravel RA
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . ) . .
X . OB500, 6- Min. 0.25-inch SECUROCK Gypsum-Fiber BP-AA or (Optional) BP-AA or
R-290. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard inch o.c. Roof Board OB500 SBS-AA SBS-AA SBS-CA1 157.5
to remove loose gravel RA
Existing gravel-surfaced BUR, Min. 1.5-inch EnergyGuard . . . .
. . 0OB500, 4- Min. 0.25-inch SECUROCK Gypsum-Fiber BP-AA or (Optional) BP-AA or
R-291. | brushed/spudded and vacuumed Polyiso Insulation, EnergyGuard inch o.c. Roof Board 0OB500 SBS-AA SBS-AA SBS-CA1 -172.5
to remove loose gravel RA
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